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ADDENDUM #1 
 
Date: October 16, 2007 
 
To:  Contractors 
 
From: Jeff Reddoor, Project Manager, DFCM  
 
Reference: Chiller Replacement – Student Center 
  Southern Utah University – Cedar City, Utah 
  DFCM Project No.06310730 

   
 
Subject: Addendum No. 1 
 
Pages Addendum                                                              1         page 
 Engineers Addendum                                             4         pages 
 Total                   5        pages 
 
 
Note: This Addendum shall be included as part of the Contract Documents. Items in this 
Addendum apply to all drawings and specification sections whether referenced or not 
involving the portion of the work added, deleted, modified, or otherwise addressed in the 
Addendum. Acknowledge receipt of this Addendum in the space provided on the Bid 
Form. Failure to do so may subject the Bidder to Disqualification.    
 
 
1.1    SCHEDULE CHANGES – There are no changes to the Project Schedule.  
 
1.2   GENERAL – WHW Engineering Clarifications to Specifications. 
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ADDENDUM
Project Name: SUU Student Center Chiller Replacement Addendum No.: 1

DFCM Project #   06310730 Date: 10-16-07

From: WHW Engineering Inc
1354 East 3300 South Suite 200
Salt Lake City, Utah 84106
Phone (80) 466-4021 Fax (801) 466-8536

To: All bidders

This Addendum forms and becomes a part of the Contract Documents and modifies the original Bidding
Documents dated 09-06-07 as noted below.  Acknowledge receipt of this Addendum in the space provided on
the Bid Form.  Failure to do so may subject the Bidder to disqualification.

This Addendum consists of 3 pages and 1 full size drawing.

I - CHANGES TO PRIOR ADDENDA:  None

II - CHANGES TO BIDDING REQUIREMENTS: None

III - CHANGES TO AGREEMENT & OTHER CONTRACT FORMS: None

IV – CHANGES/CLARIFICATIONS TO CONDITIONS OF THE CONTRACT: None

V - CHANGES/CLARIFICATIONS TO SPECIFICATIONS:

Item V-1. Section 15050 – 3.1.A.4: “Salvage the following items to the owner:
1.  VFD on cooling tower, 2.  Refrigerant in chiller will be evacuated by SUU personnel,
3.  Pumps and motors, 4.  Electrical disconnects, 5.  Expansion tank.
Coordinate with the owner on any other materials before removing from site.”

Item V-2. Section 15083 – 3.5:  Delete paragraph A.  For chilled water storage tank insulation, see
paragraph 3.7.A.

Item V-3. Section 15181 – 3.8.B.1: “Chilled water piping: 40 percent glycol to match existing on
campus.”

Item V-4. Section 15181 – 3.8.B.2: “Water chemical treatment shall be provided by Water Tech.
Please contact Todd Wooley area manager.  Cell: 702-275-9033, fax: 208-733-0460,
office: 1-800-367-3250, email: twoolley@watertechinc.com.”

Item V-5. Section 15623 – 2.8.I: “New chiller and pumps shall be fully integrated into existing
Honeywell Building Automation System”

VI - CHANGES/CLARIFICATIONS TO DRAWINGS:

Item VI-1.  Remove existing screen wall, and provide new screen wall as shown in attached sheet
MA-1, and structural sheet S101.

mailto:twoolley@watertechinc.com
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PRIOR APPROVALS

THE FOLLOWING ITEMS, AS SUBMITTED, ARE CONSIDERED, IN GENERAL AND IN NAME
ONLY, AS EQUAL TO THOSE ITEMS SPECIFIED.  THIS REVIEW DOES NOT RELIEVE THE
CONTRACTOR OR SUPPLIER OF THE RESPONSIBILITY OF CONFORMING TO THE
DRAWINGS AND SPECIFICATIONS, NOR DOES IT RELIEVE THE CONTRACTOR OF THE
REQUIREMENTS OF THE SPECIFICATIONS FOR COORDINATION WITH OTHER TRADES.
 ALL DIMENSIONS SHALL BE CONFIRMED AND CORRELATED AT THE JOBSITE.   THE
CONTRACTOR SHALL BE RESPONSIBLE FOR VERIFYING EXISTING CONDITIONS AND
THE SUITABILITY OF “EQUAL” PRODUCTS FOR THE SPECIFIED APPLICATION.

Description Manufacturer

15112 – Check Valve Metraflex
15181 – Auto Air Vents Watson McDaniel
15181 – Chilled Water Storage Tank Wendland
15181 – Chilled Water Storage Tank Hanson
15181 – Wye Strainer Metraflex
15181 – Wye Strainer Titan
15181 – Flex Connector Metraflex



MECHANICAL ADDENDUM SHEET MA-1
SCALE:  1/8" = 1'-0"

SOUTHERN UTAH
UNIVERSITY STUDENT

CENTER CHILLER
REPLACEMENT

DFCM# 06310730

REMOVE EXISTING SCREEN WALL INCLUDING BRICK
FACE, CONCRETE CENTER, AND BRICK VENEER.
REMOVE FOOTING TO BELOW GRADE.
PROVIDE NEW SCREEN WALL AS SHOWN.  FIELD VERIFY
EXACT LOCATION AND DIMENSIONS.  TIE INTO EXISTING
SCREEN WALL.  SEE STRUCTURAL DETAIL.
PROVIDE NEW 6" CONCRETE SLAB ON GRADELEVEL WITH
EXISTING. PROVIDE DOWELLS BETWEEN THE EXISTING
AND NEW SLABS AT 24" O.C.
RELOCATE LANDSCAPING SPRINKLERS OUTSIDE OF
ENCLOSED MECHANICAL AREA. REMOVE PLANTING
AREA.
REPLACE EXISTING CONCRETE CURB AT NEW SCREEN
WALL.
LOCATE NEW CHILLER IN CENTER OF NEW ENCLOSURE.
THE SLAB FOUNDATION SHALL CONSIST OF 18 INCHES OF
ENGINEERED FILL COMPACTED TO 95%, WITH 4 INCHES
OF COMPACTED GRAVEL.
NEW CONNECTION BETWEEN EXISTING AND NEW WALL.
DO NOT PROVIDE LADDER.  DELETE ALL REFERENCES,
DETAILS ETC PERTAINING TO LADDER.
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