
N16'8' 32'0

UP

UP

UP

DINING ROOM

COSMETOLOGY
CLASSROOM

CHILLER

DEMONSTRATION

OFF OFF

KITCHEN

COSMETOLOGY
CLASSROOM

PEDICURE

AESTHETICS

RECEPTION

OFF

R.R.

NAIL SALON

DISP/STOR

STOR
PLACEMT

MANAGER
COUNSLR

SERV C

TESTING

TESTING

WAIT

COMPUTER TESTING

MENS R.R.

ELEVATOR

NORTH
STAR

FINANCIAL

RESOURCE ROOM

BOOKSTORE

EQUIP

SAFE REC/STOR

WOMENS
R.R.

JANITOR

OFFICE

TEST

CULIN CLSRM

CLASSROOM

OFF

SERVER ROOM

LAB

EMT CLASSROOM

STORAGE

PERF RMOFFICEPERF RM

MAIN
ELEC

DATA

BRM

SIM LAB

2408 SF
161 OCC

A3

1108 SF
6 OCC

812 SF
16 OCC

562 SF
2 OCC

186 SF
1 OCC

179 SF
1 OCC

96 SF
1 OCC

98 SF
1 OCC

LOCKER

LOCKER

90 SF
2 OCC

90 SF
2 OCC

361 SF
1 OCC

517 SF
26 OCC

872 SF
44 OCC

251 SF
1 OCC

88 SF
1 OCC

1367 SF
46 OCC

829 SF
41 OCC

116 SF
1 OCC

282 SF
0 OCC

321 SF
0 OCC

51 SF
0 OCC

121 SF
2 OCC

92 SF
5 OCC

343 SF
3 OCC

131 SF
1 OCC268 SF

13 OCC

474 SF
24 OCC

645 SF
32 OCC1070 SF

54 OCC

189 SF
2 OCC

97 SF
1 OCC 323 SF

1 OCC

654 SF
16 OCC

1752 SF
68 OCC

340 SF
12 OCC

339 SF
12 OCC

347 SF
3 OCC 69 SF

0 OCC

57 SF
0 OCC

829 SF
41 OCC

954 SF
19 OCC

91 SF
2 OCC

91 SF
1 OCC

91 SF
2 OCC

160 SF
0 OCC

854 SF
43 OCC

V.P. S.S.

OBSV
63 SF
1 OCC

134 SF
0 OCC

132 SF
0 OCC

157 SF
2 OCC 656 SF

7 OCC

138 SF
1 OCC

116 SF
1 OCC

116 SF
1 OCC

116 SF
1 OCC145 SF

1 OCC

174 SF
0 OCC

255 SF
3 OCC

7 OCC

26 OCC

44 OCC

1 OCC

47 OCC

36 OCC

2 OCC

2 OCC

25 OCC

41 OCC

1 OCC

3 OCC

43 OCC

44 OCC

32 OCC

27 OCC27 OCC

58 OCC

57
OCC 43 OCC24 OCC

26 OCC

55 OCC

400 OCC485 OCC

126 OCC

127 OCC

42 OCC

168 OCC

168 OCC

344 OCC

344 OCC

43 OCC

219 OCC

IT
WRKRM

OFFICE OFFICE RECEPT

R.R.

DRY
FOOD STOR

STORAGE

COOLERFREEZER

SERVERY

KITCHEN LAB

DISH
WASH

SECUR
STOR

JANITOR

STUDENT
SERVICES

CONFR
ROOM

SALON 120 SF
8 OCC

115 SF
1 OCC

202 SF
2 OCC

154 SF
2 OCC

95 SF
1 OCC

96 SF
1 OCC

48 SF
0 OCC

238 SF
1 OCC

1174 SF
24 OCC

357 SF
2 OCC

72 SF
0 OCC

66 SF
0 OCC

807 SF
4 OCC

7 OCC

55 OCC

55 OCC

WORKSTATIONS

285 OCC

239 OCC

261 OCC

2 OCC

12 OCC 12 OCC

16 OCC

16 OCC

2 OCC

41 OCC

13 OCC

24 OCC

B1
AE503

B2
AE503

A

2 3 4 5 6

B

C

D

E

1

2 3 4 5 61

A

B

C

D

E

HFSArchitects
RCHITECTUREA

LANNINGP
NTERIORSI

1484 South State Street Salt
Lake City, Utah 84115 801-

596-0691/F: 596-0693
www.hfsa.com

CONSULTANT

SHEET TITLE

MARK DATE DESCRIPTION

DATE:

DFCM PROJECT NO:

ARCHITECTURAL PHASE:

HFSA PROJECT NO:
CAD DRAWING FILE NO:
DRAWN BY:
CHECKED BY:
DESIGNED BY:
DRAWING TYPE:

SHEET OF

07039260

UTAH COLLEGE
OF APPLIED

TECHNOLOGY

MOUNTAINLAND APPLIED
TECHNOLOGY COLLEGE

NORTHERN UTAH
COUNTY BUILDING

2300 WEST & ASHTON BLVD.
LEHI, UT 84043

BWS
RLS, BWS, MAP

ARCHITECTURAL

BID SET

MAY 29, 2009

0813.01

FIRST FLOOR CODE
PLAN

GI101A3 FIRST FLOOR CODE PLAN
SCALE 1/16"=1'-0"

NOTES

FIRST FLOOR TOTAL OCCUPANCY : 775 OCC

REQUIRED HALLWAY : 743 x .15" = 9' - 9"     PROVIDED : 19' - 2"

ALL AREAS ARE B OCCUPANCY UNLESS NOTED OTHERWISE.
A-3 OCCUPANCY IS 2408 WHICH IS < 10% OF FLOOR AREA 39498SF
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SMOKE PARTITION

1-HR SHAFT ENCLOSURE

1-HR FIRE BARRIER

SPRAY ON FIRE PROOFING ON ALL COLUMNS,
BEAMS, JOISTS & DECK FOR 1 HR PROTECTION.
UL NO. X772 OR UL NO. Y725 FOR COLUMN.  UL NO.
D710 FOR BEAMS, JOISTS & DECK.  FOR DUCT
PENETRATIONS SEE B1/AE503 & C1/AE503
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GI102A3 SECOND FLOOR CODE PLAN
SCALE 1/16"=1'-0"

NOTES

SECOND FLOOR TOTAL OCCUPANCY : 882 OCC

REQUIRED STAIR : 882 x .2" = 14' - 8"     PROVIDED : 16' - 10"

REQUIRED HALLWAY : 882 x .15" = 11' - 0"     PROVIDED : 19' - 2"

ALL AREAS ARE B OCCUPANCY UNLESS NOTED OTHERWISE.
A-3 OCCUPANCY IS 2368 WHICH IS < 10% OF FLOOR AREA 34,299SF

CODE LEGEND

SMOKE PARTITION

1-HR SHAFT ENCLOSURE

1-HR FIRE BARRIER

SPRAY ON FIRE PROOFING ON ALL COLUMNS,
BEAMS, JOISTS & DECK FOR 1 HR PROTECTION.
UL NO. X772 OR UL NO. Y725 FOR COLUMN.  UL NO.
D710 FOR BEAMS, JOISTS & DECK.  FOR DUCT
PENETRATIONS SEE B1/AE503 & C1/AE503
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GI103A3 THIRD FLOOR CODE PLAN
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NOTES

THIRD FLOOR TOTAL OCCUPANCY : 10 OCC

REQUIRED STAIR : 10 x .2" = 0' - 2"     PROVIDED : 16' - 10"

REQUIRED HALLWAY : 10 x .15" = 0' - 2"     PROVIDED : 19' - 2"

CODE LEGEND

SMOKE PARTITION

1-HR SHAFT ENCLOSURE

1-HR FIRE BARRIER

SPRAY ON FIRE PROOFING ON ALL COLUMNS,
BEAMS, JOISTS & DECK FOR 1 HR PROTECTION.
UL NO. X772 OR UL NO. Y725 FOR COLUMN.  UL NO.
D710 FOR BEAMS, JOISTS & DECK.  FOR DUCT
PENETRATIONS SEE B1/AE503 & C1/AE503
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GI103 01

BID SET

NOTES

THIRD FLOOR TOTAL OCCUPANCY : 281 OCC

REQUIRED STAIR : 281 x .2" = 4' - 8"     PROVIDED : 16' - 10"

REQUIRED HALLWAY : 281 x .15" = 3' - 6"     PROVIDED : 19' - 2"

CODE LEGEND

SMOKE PARTITION

1-HR SHAFT ENCLOSURE

1-HR FIRE BARRIER

SPRAY ON FIRE PROOFING ON ALL COLUMNS,
BEAMS, JOISTS & DECK FOR 1 HR PROTECTION.
UL NO. X772 OR UL NO. Y725 FOR COLUMN.  UL
NO. D710 FOR BEAMS, JOISTS & DECK.  FOR
DUCT PENETRATIONS SEE B1/AE503 & C1/AE503

A3 THIRD FLOOR CODE PLAN ALTERNATE 01
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FINISH SCHEDULE

A.

B.

C.

D.

E.

F.

G.

H.

I.

J.

K.

L.

M.

N.

P.

1.

2.

3.

4.

5.

CARPET TILE & 4" OAK BASE.

CARPET TILE & 4" STRAIGHT RUBBER BASE.

EPOXY TERRAZZO (SEE PLAN FOR JOINT
PATTERN).

2 X 2 CERAMIC MOSAIC.

12" X 12" PORCELAIN PAVER-SMOOTH W/ EPOXY
GROUT.

CARPET "WALK OFF" TILES.

12" X 12" RESILIENT TILE W/ 4" RUBBER BASE.

6" X 6" PORCELAIN PAVER-TEXTURED.

NOT USED.

6" X 6" QUARY TILE WITH 5" X 6" ROUND TOP
COVE BASE TILE & EPOXY GROUT.  TWO
COLORS LAID IN CHECKER BOARD PATTERN @
45 DEG TO WALLS.

SEALED CONCRETE W/ 4" COVED RUBBER
BASE.

2' X 2' RAISED ACCESS FLOOR PANELS.

SEAMLESS RESILIENT FLOOR W/ SELF COVED
4" BASE.

EPOXY TRAFFIC MEMBRANE TURNED UP 4"
VERTICALLY.

EPOXY TERRAZZO & 4" OAK BASE

PAINT.

PAINT & 6" OAK CHAIR RAIL, SEE DETAIL
B4/AE701.

TRAVERTINE TILE 12" W x 6" H TO 3'-0", 6" OAK
CHAIR RAIL, PAINT ABOVE, SEE DETAIL
B5/AE701.

4 1/4" X 4 1/4" GLAZED TILE, FLOOR TO CEILING
W/ 2 ROW CHECKER BOARD ACCENT TILE.

12" X 12" TRAVERTINE W/ (2) 3" ACCENT BANDS,
FLOOR TO CEILING.

0000
A 1

ROOM NUMBER
WALL/WAINSCOT FINISHFLOOR/BASE FINISH

GENERAL NOTES

A.

B.

C.

D.

E.

F.

ALL DIMENSIONS TAKEN FROM GRID TO CENTER LINE OF WALL, UNLESS NOTED OTHERWISE.  THE CURTAIN
WALL SYSTEM DIMENSION IS FROM GRID TO THE FACE OF THE SYSTEM.

IF A CONFLICT OCCURS BETWEEN DRAWINGS, DRAWINGS AND SPECIFICATIONS, SPECIFICATION SECTIONS
AND DIVISIONS OR BETWEEN OTHER PARTS OF THESE CONSTRUCTION DOCUMENTS OR THESE
DOCUMENTS AND ANY CODE REQUIREMENT, THE CONTRACTOR MAY REQUEST CLARIFICATION DURING THE
BIDDING PERIOD.  OTHERWISE THE MOST STRINGENT REQUIREMENTS SHALL APPLY AND BE PART OF THE
CONTRACT AT NO ADDITIONAL COST TO THE OWNER.

ALL WORK AND MATERIALS SHALL BE IN FULL CONFORMANCE WITH THE LATEST FEDERAL, STATE AND
LOCAL CODES LAWS AND ORDINANCES.  INCLUDING THEIR MOST RECENT REVISIONS, AMENDMENTS AND
INTERPRETATIONS.

THE GENERAL CONTRACTOR SHALL BRING TO THE ATTENTION OF THE ARCHITECT, FOR IMMEDIATE
RESOLUTION, ANY NON-CONFORMING CONDITIONS WHICH MAY BE FOUND IN EXISTING FIELD CONDITIONS.

SEE CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL, LANDSCAPE AND FOOD SERICE DRAWINGS FOR
ADDITIONAL INFORMATION AND COORDINATE.

EXTERIOR FACE OF FOUNDATION WALL IS 1'-0" FROM GRID.

LEGEND
(FIRE EXTINGUISHER CLOSET)

(FIRE EXTINGUISHER)

(COAT RACK) TYPICAL, SEE C1/AE703

PROJECTION SCREEN

(BOOKCASE) TYPICAL, SEE A4/AE410

(WHITE BOARD) TYPICAL, SEE B3/AE410

(TACK BOARD) TYPICAL, SEE B3/AE410

WINDOW TAG, SEE D4/AE602

DOOR TAG

F.E.C.

F.E.

C.R.

P.S.

B.C.

W.B.

T.B.

1

1
DOOR NUMBER
HARDWARE GROUP

OOOO

NOTE: ALL WALLS W/OUT A LEGEND MARK BELOW SHALL BE, 3-5/8" METAL STUDS @ 16" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES TO 6" ABOVE CEILING.  BRACE STUDS TO STRUCTURE ABOVE @ 4'-
0" O.C., UNLESS OTHERWISE NOTED.

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES

3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE
DTL. D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE DTL.
D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL BRACING @ 16" O.C. W/ 5/8"
GYPSUM BOARD ONE SIDE EACH ROW TO 6" ABOVE CEILING @ FACE OF BRACING

1-HR RATED ASSEMBLY, 3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & A4/AE503 FOR FIRE STOPPING

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD 0NE SIDE

PARTIAL HEIGHT WALL, 3-5/8" METAL STUDS @ 16" O.C. TO 5'-0" A.F.F. W/ 5/8" GYPSUM BOARD BOTH
SIDES & TOP

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

1-HR RATED ASSEMBLY - STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL
BRACING @ 16" O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW @ FACE OF BRACING, EXTEND TO
DECK ABOVE, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

1-HR RATED ASSEMBLY, 6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

8" CMU EXTEND TO DECK ABOVE W/5/8" G.B. ON 3 5/8" STUDS @ ROOM C105
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GENERAL NOTES

A.

B.

C.

D.

E.

F.

ALL DIMENSIONS TAKEN FROM GRID TO CENTER LINE OF WALL, UNLESS NOTED OTHERWISE.  THE CURTAIN
WALL SYSTEM DIMENSION IS FROM GRID TO THE FACE OF THE SYSTEM.

IF A CONFLICT OCCURS BETWEEN DRAWINGS, DRAWINGS AND SPECIFICATIONS, SPECIFICATION SECTIONS
AND DIVISIONS OR BETWEEN OTHER PARTS OF THESE CONSTRUCTION DOCUMENTS OR THESE
DOCUMENTS AND ANY CODE REQUIREMENT, THE CONTRACTOR MAY REQUEST CLARIFICATION DURING THE
BIDDING PERIOD.  OTHERWISE THE MOST STRINGENT REQUIREMENTS SHALL APPLY AND BE PART OF THE
CONTRACT AT NO ADDITIONAL COST TO THE OWNER.

ALL WORK AND MATERIALS SHALL BE IN FULL CONFORMANCE WITH THE LATEST FEDERAL, STATE AND
LOCAL CODES LAWS AND ORDINANCES.  INCLUDING THEIR MOST RECENT REVISIONS, AMENDMENTS AND
INTERPRETATIONS.

THE GENERAL CONTRACTOR SHALL BRING TO THE ATTENTION OF THE ARCHITECT, FOR IMMEDIATE
RESOLUTION, ANY NON-CONFORMING CONDITIONS WHICH MAY BE FOUND IN EXISTING FIELD CONDITIONS.

SEE CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL, LANDSCAPE AND FOOD SERICE DRAWINGS FOR
ADDITIONAL INFORMATION AND COORDINATE.

EXTERIOR FACE OF FOUNDATION WALL IS 1'-0" FROM GRID.

FLOOR /BASE WALL/WAINSCOT

FINISH SCHEDULE

A.

B.

C.

D.

E.

F.

G.

H.

I.

J.

K.

L.

M.

N.

P.

1.

2.

3.

4.

5.

CARPET TILE & 4" OAK BASE.

CARPET TILE & 4" STRAIGHT RUBBER BASE.

EPOXY TERRAZZO (SEE PLAN FOR JOINT
PATTERN).

2 X 2 CERAMIC MOSAIC.

12" X 12" PORCELAIN PAVER-SMOOTH W/ EPOXY
GROUT.

CARPET "WALK OFF" TILES.

12" X 12" RESILIENT TILE W/ 4" RUBBER BASE.

6" X 6" PORCELAIN PAVER-TEXTURED.

NOT USED.

6" X 6" QUARY TILE WITH 5" X 6" ROUND TOP
COVE BASE TILE & EPOXY GROUT.  TWO
COLORS LAID IN CHECKER BOARD PATTERN @
45 DEG TO WALLS.

SEALED CONCRETE W/ 4" COVED RUBBER
BASE.

2' X 2' RAISED ACCESS FLOOR PANELS.

SEAMLESS RESILIENT FLOOR W/ SELF COVED
4" BASE.

EPOXY TRAFFIC MEMBRANE TURNED UP 4"
VERTICALLY.

EPOXY TERRAZZO & 4" OAK BASE

PAINT.

PAINT & 6" OAK CHAIR RAIL, SEE DETAIL
B4/AE701.

TRAVERTINE TILE 12" W x 6" H TO 3'-0", 6" OAK
CHAIR RAIL, PAINT ABOVE, SEE DETAIL
B5/AE701.

4 1/4" X 4 1/4" GLAZED TILE, FLOOR TO CEILING
W/ 2 ROW CHECKER BOARD ACCENT TILE.

12" X 12" TRAVERTINE W/ (2) 3" ACCENT BANDS,
FLOOR TO CEILING.

0000
A 1

ROOM NUMBER
WALL/WAINSCOT FINISHFLOOR/BASE FINISH

LEGEND
(FIRE EXTINGUISHER CLOSET)

(FIRE EXTINGUISHER)

(COAT RACK) TYPICAL, SEE C1/AE703

PROJECTION SCREEN

(BOOKCASE) TYPICAL, SEE A4/AE410

(WHITE BOARD) TYPICAL, SEE B3/AE410

(TACK BOARD) TYPICAL, SEE B3/AE410

WINDOW TAG, SEE D4/AE602

DOOR TAG

F.E.C.

F.E.

C.R.

P.S.

B.C.

W.B.

T.B.

1

1
DOOR NUMBER
HARDWARE GROUP

OOOO

NOTE: ALL WALLS W/OUT A LEGEND MARK BELOW SHALL BE, 3-5/8" METAL STUDS @ 16" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES TO 6" ABOVE CEILING.  BRACE STUDS TO STRUCTURE ABOVE @ 4'-
0" O.C., UNLESS OTHERWISE NOTED.

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES

3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE
DTL. D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE DTL.
D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL BRACING @ 16" O.C. W/ 5/8"
GYPSUM BOARD ONE SIDE EACH ROW TO 6" ABOVE CEILING @ FACE OF BRACING

1-HR RATED ASSEMBLY, 3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & A4/AE503 FOR FIRE STOPPING

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD 0NE SIDE

PARTIAL HEIGHT WALL, 3-5/8" METAL STUDS @ 16" O.C. TO 5'-0" A.F.F. W/ 5/8" GYPSUM BOARD BOTH
SIDES & TOP

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

1-HR RATED ASSEMBLY - STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL
BRACING @ 16" O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW @ FACE OF BRACING, EXTEND TO
DECK ABOVE, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

1-HR RATED ASSEMBLY, 6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

8" CMU EXTEND TO DECK ABOVE W/5/8" G.B. ON 3 5/8" STUDS @ ROOM C105
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CARPET TILE & 4" OAK BASE.

CARPET TILE & 4" STRAIGHT RUBBER BASE.

EPOXY TERRAZZO (SEE PLAN FOR JOINT
PATTERN).

2 X 2 CERAMIC MOSAIC.

12" X 12" PORCELAIN PAVER-SMOOTH W/ EPOXY
GROUT.

CARPET "WALK OFF" TILES.

12" X 12" RESILIENT TILE W/ 4" RUBBER BASE.

6" X 6" PORCELAIN PAVER-TEXTURED.

NOT USED.

6" X 6" QUARY TILE WITH 5" X 6" ROUND TOP
COVE BASE TILE & EPOXY GROUT.  TWO
COLORS LAID IN CHECKER BOARD PATTERN @
45 DEG TO WALLS.

SEALED CONCRETE W/ 4" COVED RUBBER
BASE.

2' X 2' RAISED ACCESS FLOOR PANELS.

SEAMLESS RESILIENT FLOOR W/ SELF COVED
4" BASE.

EPOXY TRAFFIC MEMBRANE TURNED UP 4"
VERTICALLY.

EPOXY TERRAZZO & 4" OAK BASE

PAINT.

PAINT & 6" OAK CHAIR RAIL, SEE DETAIL
B4/AE701.

TRAVERTINE TILE 12" W x 6" H TO 3'-0", 6" OAK
CHAIR RAIL, PAINT ABOVE, SEE DETAIL
B5/AE701.

4 1/4" X 4 1/4" GLAZED TILE, FLOOR TO CEILING
W/ 2 ROW CHECKER BOARD ACCENT TILE.

12" X 12" TRAVERTINE W/ (2) 3" ACCENT BANDS,
FLOOR TO CEILING.
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GENERAL NOTES
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ALL DIMENSIONS TAKEN FROM GRID TO CENTER LINE OF WALL, UNLESS NOTED OTHERWISE.  THE CURTAIN
WALL SYSTEM DIMENSION IS FROM GRID TO THE FACE OF THE SYSTEM.

IF A CONFLICT OCCURS BETWEEN DRAWINGS, DRAWINGS AND SPECIFICATIONS, SPECIFICATION SECTIONS
AND DIVISIONS OR BETWEEN OTHER PARTS OF THESE CONSTRUCTION DOCUMENTS OR THESE
DOCUMENTS AND ANY CODE REQUIREMENT, THE CONTRACTOR MAY REQUEST CLARIFICATION DURING THE
BIDDING PERIOD.  OTHERWISE THE MOST STRINGENT REQUIREMENTS SHALL APPLY AND BE PART OF THE
CONTRACT AT NO ADDITIONAL COST TO THE OWNER.

ALL WORK AND MATERIALS SHALL BE IN FULL CONFORMANCE WITH THE LATEST FEDERAL, STATE AND
LOCAL CODES LAWS AND ORDINANCES.  INCLUDING THEIR MOST RECENT REVISIONS, AMENDMENTS AND
INTERPRETATIONS.

THE GENERAL CONTRACTOR SHALL BRING TO THE ATTENTION OF THE ARCHITECT, FOR IMMEDIATE
RESOLUTION, ANY NON-CONFORMING CONDITIONS WHICH MAY BE FOUND IN EXISTING FIELD CONDITIONS.

SEE CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL, LANDSCAPE AND FOOD SERICE DRAWINGS FOR
ADDITIONAL INFORMATION AND COORDINATE.

EXTERIOR FACE OF FOUNDATION WALL IS 1'-0" FROM GRID.

LEGEND
(FIRE EXTINGUISHER CLOSET)

(FIRE EXTINGUISHER)

(COAT RACK) TYPICAL, SEE C1/AE703

PROJECTION SCREEN

(BOOKCASE) TYPICAL, SEE A4/AE410

(WHITE BOARD) TYPICAL, SEE B3/AE410

(TACK BOARD) TYPICAL, SEE B3/AE410

WINDOW TAG, SEE D4/AE602
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F.E.C.

F.E.

C.R.

P.S.

B.C.

W.B.

T.B.

1
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HARDWARE GROUP

OOOO

NOTE: ALL WALLS W/OUT A LEGEND MARK BELOW SHALL BE, 3-5/8" METAL STUDS @ 16" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES TO 6" ABOVE CEILING.  BRACE STUDS TO STRUCTURE ABOVE @ 4'-
0" O.C., UNLESS OTHERWISE NOTED.

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES

3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE
DTL. D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE DTL.
D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL BRACING @ 16" O.C. W/ 5/8"
GYPSUM BOARD ONE SIDE EACH ROW TO 6" ABOVE CEILING @ FACE OF BRACING

1-HR RATED ASSEMBLY, 3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & A4/AE503 FOR FIRE STOPPING

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD 0NE SIDE

PARTIAL HEIGHT WALL, 3-5/8" METAL STUDS @ 16" O.C. TO 5'-0" A.F.F. W/ 5/8" GYPSUM BOARD BOTH
SIDES & TOP

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

1-HR RATED ASSEMBLY - STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL
BRACING @ 16" O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW @ FACE OF BRACING, EXTEND TO
DECK ABOVE, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

1-HR RATED ASSEMBLY, 6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

8" CMU EXTEND TO DECK ABOVE W/5/8" G.B. ON 3 5/8" STUDS @ ROOM C105
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CARPET TILE & 4" OAK BASE.

CARPET TILE & 4" STRAIGHT RUBBER BASE.

EPOXY TERRAZZO (SEE PLAN FOR JOINT
PATTERN).

2 X 2 CERAMIC MOSAIC.

12" X 12" PORCELAIN PAVER-SMOOTH W/ EPOXY
GROUT.

CARPET "WALK OFF" TILES.

12" X 12" RESILIENT TILE W/ 4" RUBBER BASE.

6" X 6" PORCELAIN PAVER-TEXTURED.

NOT USED.

6" X 6" QUARY TILE WITH 5" X 6" ROUND TOP
COVE BASE TILE & EPOXY GROUT.  TWO
COLORS LAID IN CHECKER BOARD PATTERN @
45 DEG TO WALLS.

SEALED CONCRETE W/ 4" COVED RUBBER
BASE.

2' X 2' RAISED ACCESS FLOOR PANELS.

SEAMLESS RESILIENT FLOOR W/ SELF COVED
4" BASE.

EPOXY TRAFFIC MEMBRANE TURNED UP 4"
VERTICALLY.

EPOXY TERRAZZO & 4" OAK BASE

PAINT.

PAINT & 6" OAK CHAIR RAIL, SEE DETAIL
B4/AE701.

TRAVERTINE TILE 12" W x 6" H TO 3'-0", 6" OAK
CHAIR RAIL, PAINT ABOVE, SEE DETAIL
B5/AE701.

4 1/4" X 4 1/4" GLAZED TILE, FLOOR TO CEILING
W/ 2 ROW CHECKER BOARD ACCENT TILE.

12" X 12" TRAVERTINE W/ (2) 3" ACCENT BANDS,
FLOOR TO CEILING.
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ALL DIMENSIONS TAKEN FROM GRID TO CENTER LINE OF WALL, UNLESS NOTED OTHERWISE.  THE CURTAIN
WALL SYSTEM DIMENSION IS FROM GRID TO THE FACE OF THE SYSTEM.

IF A CONFLICT OCCURS BETWEEN DRAWINGS, DRAWINGS AND SPECIFICATIONS, SPECIFICATION SECTIONS
AND DIVISIONS OR BETWEEN OTHER PARTS OF THESE CONSTRUCTION DOCUMENTS OR THESE
DOCUMENTS AND ANY CODE REQUIREMENT, THE CONTRACTOR MAY REQUEST CLARIFICATION DURING THE
BIDDING PERIOD.  OTHERWISE THE MOST STRINGENT REQUIREMENTS SHALL APPLY AND BE PART OF THE
CONTRACT AT NO ADDITIONAL COST TO THE OWNER.

ALL WORK AND MATERIALS SHALL BE IN FULL CONFORMANCE WITH THE LATEST FEDERAL, STATE AND
LOCAL CODES LAWS AND ORDINANCES.  INCLUDING THEIR MOST RECENT REVISIONS, AMENDMENTS AND
INTERPRETATIONS.

THE GENERAL CONTRACTOR SHALL BRING TO THE ATTENTION OF THE ARCHITECT, FOR IMMEDIATE
RESOLUTION, ANY NON-CONFORMING CONDITIONS WHICH MAY BE FOUND IN EXISTING FIELD CONDITIONS.

SEE CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL, LANDSCAPE AND FOOD SERICE DRAWINGS FOR
ADDITIONAL INFORMATION AND COORDINATE.

EXTERIOR FACE OF FOUNDATION WALL IS 1'-0" FROM GRID.

LEGEND
(FIRE EXTINGUISHER CLOSET)

(FIRE EXTINGUISHER)

(COAT RACK) TYPICAL, SEE C1/AE703

PROJECTION SCREEN

(BOOKCASE) TYPICAL, SEE A4/AE410

(WHITE BOARD) TYPICAL, SEE B3/AE410

(TACK BOARD) TYPICAL, SEE B3/AE410

WINDOW TAG, SEE D4/AE602
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NOTE: ALL WALLS W/OUT A LEGEND MARK BELOW SHALL BE, 3-5/8" METAL STUDS @ 16" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES TO 6" ABOVE CEILING.  BRACE STUDS TO STRUCTURE ABOVE @ 4'-
0" O.C., UNLESS OTHERWISE NOTED.

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES

3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE
DTL. D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE DTL.
D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL BRACING @ 16" O.C. W/ 5/8"
GYPSUM BOARD ONE SIDE EACH ROW TO 6" ABOVE CEILING @ FACE OF BRACING

1-HR RATED ASSEMBLY, 3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & A4/AE503 FOR FIRE STOPPING

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD 0NE SIDE

PARTIAL HEIGHT WALL, 3-5/8" METAL STUDS @ 16" O.C. TO 5'-0" A.F.F. W/ 5/8" GYPSUM BOARD BOTH
SIDES & TOP

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

1-HR RATED ASSEMBLY - STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL
BRACING @ 16" O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW @ FACE OF BRACING, EXTEND TO
DECK ABOVE, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

1-HR RATED ASSEMBLY, 6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

8" CMU EXTEND TO DECK ABOVE W/5/8" G.B. ON 3 5/8" STUDS @ ROOM C105
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CARPET TILE & 4" OAK BASE.

CARPET TILE & 4" STRAIGHT RUBBER BASE.

EPOXY TERRAZZO (SEE PLAN FOR JOINT
PATTERN).

2 X 2 CERAMIC MOSAIC.

12" X 12" PORCELAIN PAVER-SMOOTH W/ EPOXY
GROUT.

CARPET "WALK OFF" TILES.

12" X 12" RESILIENT TILE W/ 4" RUBBER BASE.

6" X 6" PORCELAIN PAVER-TEXTURED.

NOT USED.

6" X 6" QUARY TILE WITH 5" X 6" ROUND TOP
COVE BASE TILE & EPOXY GROUT.  TWO
COLORS LAID IN CHECKER BOARD PATTERN @
45 DEG TO WALLS.

SEALED CONCRETE W/ 4" COVED RUBBER
BASE.

2' X 2' RAISED ACCESS FLOOR PANELS.

SEAMLESS RESILIENT FLOOR W/ SELF COVED
4" BASE.

EPOXY TRAFFIC MEMBRANE TURNED UP 4"
VERTICALLY.

EPOXY TERRAZZO & 4" OAK BASE

PAINT.

PAINT & 6" OAK CHAIR RAIL, SEE DETAIL
B4/AE701.

TRAVERTINE TILE 12" W x 6" H TO 3'-0", 6" OAK
CHAIR RAIL, PAINT ABOVE, SEE DETAIL
B5/AE701.

4 1/4" X 4 1/4" GLAZED TILE, FLOOR TO CEILING
W/ 2 ROW CHECKER BOARD ACCENT TILE.

12" X 12" TRAVERTINE W/ (2) 3" ACCENT BANDS,
FLOOR TO CEILING.
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GENERAL NOTES
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ALL DIMENSIONS TAKEN FROM GRID TO CENTER LINE OF WALL, UNLESS NOTED OTHERWISE.  THE CURTAIN
WALL SYSTEM DIMENSION IS FROM GRID TO THE FACE OF THE SYSTEM.

IF A CONFLICT OCCURS BETWEEN DRAWINGS, DRAWINGS AND SPECIFICATIONS, SPECIFICATION SECTIONS
AND DIVISIONS OR BETWEEN OTHER PARTS OF THESE CONSTRUCTION DOCUMENTS OR THESE
DOCUMENTS AND ANY CODE REQUIREMENT, THE CONTRACTOR MAY REQUEST CLARIFICATION DURING THE
BIDDING PERIOD.  OTHERWISE THE MOST STRINGENT REQUIREMENTS SHALL APPLY AND BE PART OF THE
CONTRACT AT NO ADDITIONAL COST TO THE OWNER.

ALL WORK AND MATERIALS SHALL BE IN FULL CONFORMANCE WITH THE LATEST FEDERAL, STATE AND
LOCAL CODES LAWS AND ORDINANCES.  INCLUDING THEIR MOST RECENT REVISIONS, AMENDMENTS AND
INTERPRETATIONS.

THE GENERAL CONTRACTOR SHALL BRING TO THE ATTENTION OF THE ARCHITECT, FOR IMMEDIATE
RESOLUTION, ANY NON-CONFORMING CONDITIONS WHICH MAY BE FOUND IN EXISTING FIELD CONDITIONS.

SEE CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL, LANDSCAPE AND FOOD SERICE DRAWINGS FOR
ADDITIONAL INFORMATION AND COORDINATE.

EXTERIOR FACE OF FOUNDATION WALL IS 1'-0" FROM GRID.
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(FIRE EXTINGUISHER CLOSET)

(FIRE EXTINGUISHER)

(COAT RACK) TYPICAL, SEE C1/AE703

PROJECTION SCREEN

(BOOKCASE) TYPICAL, SEE A4/AE410

(WHITE BOARD) TYPICAL, SEE B3/AE410

(TACK BOARD) TYPICAL, SEE B3/AE410

WINDOW TAG, SEE D4/AE602

DOOR TAG
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T.B.
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DOOR NUMBER
HARDWARE GROUP

OOOO

NOTE: ALL WALLS W/OUT A LEGEND MARK BELOW SHALL BE, 3-5/8" METAL STUDS @ 16" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES TO 6" ABOVE CEILING.  BRACE STUDS TO STRUCTURE ABOVE @ 4'-
0" O.C., UNLESS OTHERWISE NOTED.

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES

3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE
DTL. D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE DTL.
D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL BRACING @ 16" O.C. W/ 5/8"
GYPSUM BOARD ONE SIDE EACH ROW TO 6" ABOVE CEILING @ FACE OF BRACING

1-HR RATED ASSEMBLY, 3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & A4/AE503 FOR FIRE STOPPING

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD 0NE SIDE

PARTIAL HEIGHT WALL, 3-5/8" METAL STUDS @ 16" O.C. TO 5'-0" A.F.F. W/ 5/8" GYPSUM BOARD BOTH
SIDES & TOP

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

1-HR RATED ASSEMBLY - STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL
BRACING @ 16" O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW @ FACE OF BRACING, EXTEND TO
DECK ABOVE, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

1-HR RATED ASSEMBLY, 6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

8" CMU EXTEND TO DECK ABOVE W/5/8" G.B. ON 3 5/8" STUDS @ ROOM C105
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CARPET TILE & 4" OAK BASE.

CARPET TILE & 4" STRAIGHT RUBBER BASE.

EPOXY TERRAZZO (SEE PLAN FOR JOINT
PATTERN).

2 X 2 CERAMIC MOSAIC.

12" X 12" PORCELAIN PAVER-SMOOTH W/ EPOXY
GROUT.

CARPET "WALK OFF" TILES.

12" X 12" RESILIENT TILE W/ 4" RUBBER BASE.

6" X 6" PORCELAIN PAVER-TEXTURED.

NOT USED.

6" X 6" QUARY TILE WITH 5" X 6" ROUND TOP
COVE BASE TILE & EPOXY GROUT.  TWO
COLORS LAID IN CHECKER BOARD PATTERN @
45 DEG TO WALLS.

SEALED CONCRETE W/ 4" COVED RUBBER
BASE.

2' X 2' RAISED ACCESS FLOOR PANELS.

SEAMLESS RESILIENT FLOOR W/ SELF COVED
4" BASE.

EPOXY TRAFFIC MEMBRANE TURNED UP 4"
VERTICALLY.

EPOXY TERRAZZO & 4" OAK BASE

PAINT.

PAINT & 6" OAK CHAIR RAIL, SEE DETAIL
B4/AE701.

TRAVERTINE TILE 12" W x 6" H TO 3'-0", 6" OAK
CHAIR RAIL, PAINT ABOVE, SEE DETAIL
B5/AE701.

4 1/4" X 4 1/4" GLAZED TILE, FLOOR TO CEILING
W/ 2 ROW CHECKER BOARD ACCENT TILE.

12" X 12" TRAVERTINE W/ (2) 3" ACCENT BANDS,
FLOOR TO CEILING.

0000
A 1

ROOM NUMBER
WALL/WAINSCOT FINISHFLOOR/BASE FINISH

GENERAL NOTES

A.

B.

C.

D.

E.

F.

ALL DIMENSIONS TAKEN FROM GRID TO CENTER LINE OF WALL, UNLESS NOTED OTHERWISE.  THE CURTAIN
WALL SYSTEM DIMENSION IS FROM GRID TO THE FACE OF THE SYSTEM.
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AND DIVISIONS OR BETWEEN OTHER PARTS OF THESE CONSTRUCTION DOCUMENTS OR THESE
DOCUMENTS AND ANY CODE REQUIREMENT, THE CONTRACTOR MAY REQUEST CLARIFICATION DURING THE
BIDDING PERIOD.  OTHERWISE THE MOST STRINGENT REQUIREMENTS SHALL APPLY AND BE PART OF THE
CONTRACT AT NO ADDITIONAL COST TO THE OWNER.

ALL WORK AND MATERIALS SHALL BE IN FULL CONFORMANCE WITH THE LATEST FEDERAL, STATE AND
LOCAL CODES LAWS AND ORDINANCES.  INCLUDING THEIR MOST RECENT REVISIONS, AMENDMENTS AND
INTERPRETATIONS.

THE GENERAL CONTRACTOR SHALL BRING TO THE ATTENTION OF THE ARCHITECT, FOR IMMEDIATE
RESOLUTION, ANY NON-CONFORMING CONDITIONS WHICH MAY BE FOUND IN EXISTING FIELD CONDITIONS.

SEE CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL, LANDSCAPE AND FOOD SERICE DRAWINGS FOR
ADDITIONAL INFORMATION AND COORDINATE.

EXTERIOR FACE OF FOUNDATION WALL IS 1'-0" FROM GRID.

LEGEND
(FIRE EXTINGUISHER CLOSET)

(FIRE EXTINGUISHER)

(COAT RACK) TYPICAL, SEE C1/AE703

PROJECTION SCREEN

(BOOKCASE) TYPICAL, SEE A4/AE410

(WHITE BOARD) TYPICAL, SEE B3/AE410

(TACK BOARD) TYPICAL, SEE B3/AE410
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NOTE: ALL WALLS W/OUT A LEGEND MARK BELOW SHALL BE, 3-5/8" METAL STUDS @ 16" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES TO 6" ABOVE CEILING.  BRACE STUDS TO STRUCTURE ABOVE @ 4'-
0" O.C., UNLESS OTHERWISE NOTED.

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES

3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE
DTL. D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE DTL.
D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL BRACING @ 16" O.C. W/ 5/8"
GYPSUM BOARD ONE SIDE EACH ROW TO 6" ABOVE CEILING @ FACE OF BRACING

1-HR RATED ASSEMBLY, 3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & A4/AE503 FOR FIRE STOPPING

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD 0NE SIDE

PARTIAL HEIGHT WALL, 3-5/8" METAL STUDS @ 16" O.C. TO 5'-0" A.F.F. W/ 5/8" GYPSUM BOARD BOTH
SIDES & TOP

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

1-HR RATED ASSEMBLY - STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL
BRACING @ 16" O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW @ FACE OF BRACING, EXTEND TO
DECK ABOVE, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

1-HR RATED ASSEMBLY, 6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

8" CMU EXTEND TO DECK ABOVE W/5/8" G.B. ON 3 5/8" STUDS @ ROOM C105
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CARPET TILE & 4" OAK BASE.

CARPET TILE & 4" STRAIGHT RUBBER BASE.

EPOXY TERRAZZO (SEE PLAN FOR JOINT
PATTERN).

2 X 2 CERAMIC MOSAIC.

12" X 12" PORCELAIN PAVER-SMOOTH W/ EPOXY
GROUT.

CARPET "WALK OFF" TILES.

12" X 12" RESILIENT TILE W/ 4" RUBBER BASE.

6" X 6" PORCELAIN PAVER-TEXTURED.

NOT USED.

6" X 6" QUARY TILE WITH 5" X 6" ROUND TOP
COVE BASE TILE & EPOXY GROUT.  TWO
COLORS LAID IN CHECKER BOARD PATTERN @
45 DEG TO WALLS.

SEALED CONCRETE W/ 4" COVED RUBBER
BASE.

2' X 2' RAISED ACCESS FLOOR PANELS.

SEAMLESS RESILIENT FLOOR W/ SELF COVED
4" BASE.

EPOXY TRAFFIC MEMBRANE TURNED UP 4"
VERTICALLY.

EPOXY TERRAZZO & 4" OAK BASE

PAINT.

PAINT & 6" OAK CHAIR RAIL, SEE DETAIL
B4/AE701.

TRAVERTINE TILE 12" W x 6" H TO 3'-0", 6" OAK
CHAIR RAIL, PAINT ABOVE, SEE DETAIL
B5/AE701.

4 1/4" X 4 1/4" GLAZED TILE, FLOOR TO CEILING
W/ 2 ROW CHECKER BOARD ACCENT TILE.

12" X 12" TRAVERTINE W/ (2) 3" ACCENT BANDS,
FLOOR TO CEILING.
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ALL DIMENSIONS TAKEN FROM GRID TO CENTER LINE OF WALL, UNLESS NOTED OTHERWISE.  THE CURTAIN
WALL SYSTEM DIMENSION IS FROM GRID TO THE FACE OF THE SYSTEM.

IF A CONFLICT OCCURS BETWEEN DRAWINGS, DRAWINGS AND SPECIFICATIONS, SPECIFICATION SECTIONS
AND DIVISIONS OR BETWEEN OTHER PARTS OF THESE CONSTRUCTION DOCUMENTS OR THESE
DOCUMENTS AND ANY CODE REQUIREMENT, THE CONTRACTOR MAY REQUEST CLARIFICATION DURING THE
BIDDING PERIOD.  OTHERWISE THE MOST STRINGENT REQUIREMENTS SHALL APPLY AND BE PART OF THE
CONTRACT AT NO ADDITIONAL COST TO THE OWNER.

ALL WORK AND MATERIALS SHALL BE IN FULL CONFORMANCE WITH THE LATEST FEDERAL, STATE AND
LOCAL CODES LAWS AND ORDINANCES.  INCLUDING THEIR MOST RECENT REVISIONS, AMENDMENTS AND
INTERPRETATIONS.

THE GENERAL CONTRACTOR SHALL BRING TO THE ATTENTION OF THE ARCHITECT, FOR IMMEDIATE
RESOLUTION, ANY NON-CONFORMING CONDITIONS WHICH MAY BE FOUND IN EXISTING FIELD CONDITIONS.

SEE CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL, LANDSCAPE AND FOOD SERICE DRAWINGS FOR
ADDITIONAL INFORMATION AND COORDINATE.

EXTERIOR FACE OF FOUNDATION WALL IS 1'-0" FROM GRID.

LEGEND
(FIRE EXTINGUISHER CLOSET)

(FIRE EXTINGUISHER)

(COAT RACK) TYPICAL, SEE C1/AE703

PROJECTION SCREEN

(BOOKCASE) TYPICAL, SEE A4/AE410

(WHITE BOARD) TYPICAL, SEE B3/AE410

(TACK BOARD) TYPICAL, SEE B3/AE410

WINDOW TAG, SEE D4/AE602

DOOR TAG

F.E.C.

F.E.

C.R.

P.S.

B.C.

W.B.

T.B.

1

1
DOOR NUMBER
HARDWARE GROUP

OOOO

NOTE: ALL WALLS W/OUT A LEGEND MARK BELOW SHALL BE, 3-5/8" METAL STUDS @ 16" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES TO 6" ABOVE CEILING.  BRACE STUDS TO STRUCTURE ABOVE @ 4'-
0" O.C., UNLESS OTHERWISE NOTED.

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES

3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE
DTL. D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE DTL.
D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL BRACING @ 16" O.C. W/ 5/8"
GYPSUM BOARD ONE SIDE EACH ROW TO 6" ABOVE CEILING @ FACE OF BRACING

1-HR RATED ASSEMBLY, 3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & A4/AE503 FOR FIRE STOPPING

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD 0NE SIDE

PARTIAL HEIGHT WALL, 3-5/8" METAL STUDS @ 16" O.C. TO 5'-0" A.F.F. W/ 5/8" GYPSUM BOARD BOTH
SIDES & TOP

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

1-HR RATED ASSEMBLY - STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL
BRACING @ 16" O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW @ FACE OF BRACING, EXTEND TO
DECK ABOVE, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

1-HR RATED ASSEMBLY, 6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

8" CMU EXTEND TO DECK ABOVE W/5/8" G.B. ON 3 5/8" STUDS @ ROOM C105
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GENERAL NOTES

A.

B.

C.

D.

E.

ALL DIMENSIONS TAKEN FROM GRID TO CENTER LINE OF WALL, UNLESS NOTED OTHERWISE.
THE CURTAIN WALL SYSTEM DIMENSION IS FROM GRID TO THE FACE OF THE SYSTEM.

IF A CONFLICT OCCURS BETWEEN DRAWINGS, DRAWINGS AND SPECIFICATIONS,
SPECIFICATION SECTIONS AND DIVISIONS OR BETWEEN OTHER PARTS OF THESE
CONSTRUCTION DOCUMENTS OR THESE DOCUMENTS AND ANY CODE REQUIREMENT, THE
CONTRACTOR MAY REQUEST CLARIFICATION DURING THE BIDDING PERIOD.  OTHERWISE THE
MOST STRINGENT REQUIREMENTS SHALL APPLY AND BE PART OF THE CONTRACT AT NO
ADDITIONAL COST TO THE OWNER.

ALL WORK AND MATERIALS SHALL BE IN FULL CONFORMANCE WITH THE LATEST FEDERAL,
STATE AND LOCAL CODES LAWS AND ORDINANCES.  INCLUDING THEIR MOST RECENT
REVISIONS, AMENDMENTS AND INTERPRETATIONS.

THE GENERAL CONTRACTOR SHALL BRING TO THE ATTENTION OF THE ARCHITECT, FOR
IMMEDIATE RESOLUTION, ANY NON-CONFORMING CONDITIONS WHICH MAY BE FOUND IN
EXISTING FIELD CONDITIONS.

SEE CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL, LANDSCAPE AND FOOD SERICE
DRAWINGS FOR ADDITIONAL INFORMATION AND COORDINATE.

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE
@ 4'-0" O.C. W/ 5/8" GYPSUM BOARD BOTH SIDES

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-
0" O.C. W/ 5/8" GYPSUM BOARD BOTH SIDES

3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH
SIDES, SEE DTL. XX/AEXXX FOR DEFLECTION TRACK

6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH
SIDES, SEE DTL. XX/AEXXX FOR DEFLECTION TRACK

STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL BRACING @ 16"
O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW TO 6" ABOVE CEILING @ FACE OF
BRACING

1-HR RATED ASSEMBLY, 3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W
5/8" GYPSUM BOARD BOTH SIDES, SEE DTLS. XX/AEXXX & XX/AEXXX FOR FIRE STOPPING

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE
@ 4'-0" O.C. W/ 5/8" GYPSUM BOARD 0NE SIDE

PARTIAL HEIGHT WALL, 3-5/8" METAL STUDS @ 16" O.C. TO 5'-0" A.F.F. W/ 5/8" GYPSUM
BOARD BOTH SIDES & TOP

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE
@ 4'-0" O.C. W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-
0" O.C. W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

1-HR RATED ASSEMBLY - STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS
TO INFILL BRACING @ 16" O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW @ FACE OF
BRACING, EXTEND TO DECK ABOVE, SEE DTLS. XX/AEXXX FOR FIRE STOPPING

1-HR RATED ASSEMBLY, 6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8"
GYPSUM BOARD BOTH SIDES, SEE DTLS. XX/AEXXX & XX/AEXXX FOR FIRE STOPPING

8" CMU EXTEND TO DECK ABOVE
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N.
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3.

4.

5.

CARPET TILE & 4" OAK BASE.

CARPET TILE & 4" STRAIGHT RUBBER
BASE.

EPOXY TERRAZZO (SEE PLAN FOR JOINT
PATTERN).

2 X 2 CERAMIC MOSAIC.

12" X 12" PORCELAIN PAVER-SMOOTH W/
EPOXY GROUT.

CARPET "WALK OFF" TILES.

12" X 12" RESILIENT TILE W/ 4" RUBBER
BASE.

6" X 6" PORCELAIN PAVER-TEXTURED.

NOT USED.

6" X 6" QUARY TILE WITH 5" X 6" ROUND
TOP COVE BASE TILE & EPOXY GROUT.

SEALED CONCRETE W/ 4" COVED RUBBER
BASE.

2' X 2' RAISED ACCESS FLOOR PANELS.

SEAMLESS RESILIENT FLOOR W/ SELF
COVED 4" BASE.

EPOXY TRAFFIC MEMBRANE TURNED UP
4" VERTICALLY.

PAINT.

PAINT & 6" OAK CHAIR RAIL, SEE DETAIL
B4/AE701.

TRAVERTINE TILE 12" W x 6" H TO 3'-0", 6"
OAK CHAIR RAIL, PAINT ABOVE, SEE
DETAIL B5/AE701.

4 1/4" X 4 1/4" GLAZED TILE, FLOOR TO
CEILING W/ 2 ROW CHECKER BOARD
ACCENT TILE.

12" X 12" TRAVERTINE W/ (2) 3" ACCENT
BANDS, FLOOR TO CEILING.
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5.

CARPET TILE & 4" OAK BASE.

CARPET TILE & 4" STRAIGHT RUBBER BASE.

EPOXY TERRAZZO (SEE PLAN FOR JOINT
PATTERN).

2 X 2 CERAMIC MOSAIC.

12" X 12" PORCELAIN PAVER-SMOOTH W/ EPOXY
GROUT.

CARPET "WALK OFF" TILES.

12" X 12" RESILIENT TILE W/ 4" RUBBER BASE.

6" X 6" PORCELAIN PAVER-TEXTURED.

NOT USED.

6" X 6" QUARY TILE WITH 5" X 6" ROUND TOP
COVE BASE TILE & EPOXY GROUT.  TWO
COLORS LAID IN CHECKER BOARD PATTERN @
45 DEG TO WALLS.

SEALED CONCRETE W/ 4" COVED RUBBER
BASE.

2' X 2' RAISED ACCESS FLOOR PANELS.

SEAMLESS RESILIENT FLOOR W/ SELF COVED
4" BASE.

EPOXY TRAFFIC MEMBRANE TURNED UP 4"
VERTICALLY.

EPOXY TERRAZZO & 4" OAK BASE

PAINT.

PAINT & 6" OAK CHAIR RAIL, SEE DETAIL
B4/AE701.

TRAVERTINE TILE 12" W x 6" H TO 3'-0", 6" OAK
CHAIR RAIL, PAINT ABOVE, SEE DETAIL
B5/AE701.

4 1/4" X 4 1/4" GLAZED TILE, FLOOR TO CEILING
W/ 2 ROW CHECKER BOARD ACCENT TILE.

12" X 12" TRAVERTINE W/ (2) 3" ACCENT BANDS,
FLOOR TO CEILING.
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RESOLUTION, ANY NON-CONFORMING CONDITIONS WHICH MAY BE FOUND IN EXISTING FIELD CONDITIONS.
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EXTERIOR FACE OF FOUNDATION WALL IS 1'-0" FROM GRID.

LEGEND
(FIRE EXTINGUISHER CLOSET)

(FIRE EXTINGUISHER)

(COAT RACK) TYPICAL, SEE C1/AE703

PROJECTION SCREEN

(BOOKCASE) TYPICAL, SEE A4/AE410

(WHITE BOARD) TYPICAL, SEE B3/AE410

(TACK BOARD) TYPICAL, SEE B3/AE410

WINDOW TAG, SEE D4/AE602

DOOR TAG

F.E.C.

F.E.

C.R.

P.S.

B.C.

W.B.

T.B.

1

1
DOOR NUMBER
HARDWARE GROUP

OOOO

NOTE: ALL WALLS W/OUT A LEGEND MARK BELOW SHALL BE, 3-5/8" METAL STUDS @ 16" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES TO 6" ABOVE CEILING.  BRACE STUDS TO STRUCTURE ABOVE @ 4'-
0" O.C., UNLESS OTHERWISE NOTED.

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES

3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE
DTL. D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE DTL.
D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL BRACING @ 16" O.C. W/ 5/8"
GYPSUM BOARD ONE SIDE EACH ROW TO 6" ABOVE CEILING @ FACE OF BRACING

1-HR RATED ASSEMBLY, 3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & A4/AE503 FOR FIRE STOPPING

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD 0NE SIDE

PARTIAL HEIGHT WALL, 3-5/8" METAL STUDS @ 16" O.C. TO 5'-0" A.F.F. W/ 5/8" GYPSUM BOARD BOTH
SIDES & TOP

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

1-HR RATED ASSEMBLY - STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL
BRACING @ 16" O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW @ FACE OF BRACING, EXTEND TO
DECK ABOVE, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

1-HR RATED ASSEMBLY, 6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

8" CMU EXTEND TO DECK ABOVE W/5/8" G.B. ON 3 5/8" STUDS @ ROOM C105
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GENERAL NOTES

A.

B.

C.

D.

E.

ALL DIMENSIONS TAKEN FROM GRID TO CENTER LINE OF WALL, UNLESS NOTED OTHERWISE.
THE CURTAIN WALL SYSTEM DIMENSION IS FROM GRID TO THE FACE OF THE SYSTEM.

IF A CONFLICT OCCURS BETWEEN DRAWINGS, DRAWINGS AND SPECIFICATIONS,
SPECIFICATION SECTIONS AND DIVISIONS OR BETWEEN OTHER PARTS OF THESE
CONSTRUCTION DOCUMENTS OR THESE DOCUMENTS AND ANY CODE REQUIREMENT, THE
CONTRACTOR MAY REQUEST CLARIFICATION DURING THE BIDDING PERIOD.  OTHERWISE THE
MOST STRINGENT REQUIREMENTS SHALL APPLY AND BE PART OF THE CONTRACT AT NO
ADDITIONAL COST TO THE OWNER.

ALL WORK AND MATERIALS SHALL BE IN FULL CONFORMANCE WITH THE LATEST FEDERAL,
STATE AND LOCAL CODES LAWS AND ORDINANCES.  INCLUDING THEIR MOST RECENT
REVISIONS, AMENDMENTS AND INTERPRETATIONS.

THE GENERAL CONTRACTOR SHALL BRING TO THE ATTENTION OF THE ARCHITECT, FOR
IMMEDIATE RESOLUTION, ANY NON-CONFORMING CONDITIONS WHICH MAY BE FOUND IN
EXISTING FIELD CONDITIONS.

SEE CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL, LANDSCAPE AND FOOD SERICE
DRAWINGS FOR ADDITIONAL INFORMATION AND COORDINATE.

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE
@ 4'-0" O.C. W/ 5/8" GYPSUM BOARD BOTH SIDES

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-
0" O.C. W/ 5/8" GYPSUM BOARD BOTH SIDES

3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH
SIDES, SEE DTL. XX/AEXXX FOR DEFLECTION TRACK

6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH
SIDES, SEE DTL. XX/AEXXX FOR DEFLECTION TRACK

STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL BRACING @ 16"
O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW TO 6" ABOVE CEILING @ FACE OF
BRACING

1-HR RATED ASSEMBLY, 3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W
5/8" GYPSUM BOARD BOTH SIDES, SEE DTLS. XX/AEXXX & XX/AEXXX FOR FIRE STOPPING

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE
@ 4'-0" O.C. W/ 5/8" GYPSUM BOARD 0NE SIDE

PARTIAL HEIGHT WALL, 3-5/8" METAL STUDS @ 16" O.C. TO 5'-0" A.F.F. W/ 5/8" GYPSUM
BOARD BOTH SIDES & TOP

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE
@ 4'-0" O.C. W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-
0" O.C. W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

1-HR RATED ASSEMBLY - STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS
TO INFILL BRACING @ 16" O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW @ FACE OF
BRACING, EXTEND TO DECK ABOVE, SEE DTLS. XX/AEXXX FOR FIRE STOPPING

1-HR RATED ASSEMBLY, 6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8"
GYPSUM BOARD BOTH SIDES, SEE DTLS. XX/AEXXX & XX/AEXXX FOR FIRE STOPPING

8" CMU EXTEND TO DECK ABOVE
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FINISH SCHEDULE
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CARPET TILE & 4" OAK BASE.

CARPET TILE & 4" STRAIGHT RUBBER
BASE.

EPOXY TERRAZZO (SEE PLAN FOR JOINT
PATTERN).

2 X 2 CERAMIC MOSAIC.

12" X 12" PORCELAIN PAVER-SMOOTH W/
EPOXY GROUT.

CARPET "WALK OFF" TILES.

12" X 12" RESILIENT TILE W/ 4" RUBBER
BASE.

6" X 6" PORCELAIN PAVER-TEXTURED.

NOT USED.

6" X 6" QUARY TILE WITH 5" X 6" ROUND
TOP COVE BASE TILE & EPOXY GROUT.

SEALED CONCRETE W/ 4" COVED RUBBER
BASE.

2' X 2' RAISED ACCESS FLOOR PANELS.

SEAMLESS RESILIENT FLOOR W/ SELF
COVED 4" BASE.

EPOXY TRAFFIC MEMBRANE TURNED UP
4" VERTICALLY.

PAINT.

PAINT & 6" OAK CHAIR RAIL, SEE DETAIL
B4/AE701.

TRAVERTINE TILE 12" W x 6" H TO 3'-0", 6"
OAK CHAIR RAIL, PAINT ABOVE, SEE
DETAIL B5/AE701.

4 1/4" X 4 1/4" GLAZED TILE, FLOOR TO
CEILING W/ 2 ROW CHECKER BOARD
ACCENT TILE.

12" X 12" TRAVERTINE W/ (2) 3" ACCENT
BANDS, FLOOR TO CEILING.
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LEGEND
(FIRE EXTINGUISHER CLOSET)

(FIRE EXTINGUISHER)

(COAT RACK) TYPICAL, SEE C1/AE703

PROJECTION SCREEN

(BOOKCASE) TYPICAL, SEE A4/AE410

(WHITE BOARD) TYPICAL, SEE B3/AE410

(TACK BOARD) TYPICAL, SEE B3/AE410

WINDOW TAG, SEE D4/AE602
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FLOOR /BASE WALL/WAINSCOT

FINISH SCHEDULE

A.

B.

C.

D.

E.

F.

G.

H.

I.

J.

K.

L.

M.

N.

P.

1.

2.

3.

4.

5.

CARPET TILE & 4" OAK BASE.

CARPET TILE & 4" STRAIGHT RUBBER BASE.

EPOXY TERRAZZO (SEE PLAN FOR JOINT
PATTERN).

2 X 2 CERAMIC MOSAIC.

12" X 12" PORCELAIN PAVER-SMOOTH W/ EPOXY
GROUT.

CARPET "WALK OFF" TILES.

12" X 12" RESILIENT TILE W/ 4" RUBBER BASE.

6" X 6" PORCELAIN PAVER-TEXTURED.

NOT USED.

6" X 6" QUARY TILE WITH 5" X 6" ROUND TOP
COVE BASE TILE & EPOXY GROUT.  TWO
COLORS LAID IN CHECKER BOARD PATTERN @
45 DEG TO WALLS.

SEALED CONCRETE W/ 4" COVED RUBBER
BASE.

2' X 2' RAISED ACCESS FLOOR PANELS.

SEAMLESS RESILIENT FLOOR W/ SELF COVED
4" BASE.

EPOXY TRAFFIC MEMBRANE TURNED UP 4"
VERTICALLY.

EPOXY TERRAZZO & 4" OAK BASE

PAINT.

PAINT & 6" OAK CHAIR RAIL, SEE DETAIL
B4/AE701.

TRAVERTINE TILE 12" W x 6" H TO 3'-0", 6" OAK
CHAIR RAIL, PAINT ABOVE, SEE DETAIL
B5/AE701.

4 1/4" X 4 1/4" GLAZED TILE, FLOOR TO CEILING
W/ 2 ROW CHECKER BOARD ACCENT TILE.

12" X 12" TRAVERTINE W/ (2) 3" ACCENT BANDS,
FLOOR TO CEILING.

0000
A 1

ROOM NUMBER
WALL/WAINSCOT FINISHFLOOR/BASE FINISH

GENERAL NOTES

A.

B.

C.

D.

E.

F.

ALL DIMENSIONS TAKEN FROM GRID TO CENTER LINE OF WALL, UNLESS NOTED OTHERWISE.  THE CURTAIN
WALL SYSTEM DIMENSION IS FROM GRID TO THE FACE OF THE SYSTEM.

IF A CONFLICT OCCURS BETWEEN DRAWINGS, DRAWINGS AND SPECIFICATIONS, SPECIFICATION SECTIONS
AND DIVISIONS OR BETWEEN OTHER PARTS OF THESE CONSTRUCTION DOCUMENTS OR THESE
DOCUMENTS AND ANY CODE REQUIREMENT, THE CONTRACTOR MAY REQUEST CLARIFICATION DURING THE
BIDDING PERIOD.  OTHERWISE THE MOST STRINGENT REQUIREMENTS SHALL APPLY AND BE PART OF THE
CONTRACT AT NO ADDITIONAL COST TO THE OWNER.

ALL WORK AND MATERIALS SHALL BE IN FULL CONFORMANCE WITH THE LATEST FEDERAL, STATE AND
LOCAL CODES LAWS AND ORDINANCES.  INCLUDING THEIR MOST RECENT REVISIONS, AMENDMENTS AND
INTERPRETATIONS.

THE GENERAL CONTRACTOR SHALL BRING TO THE ATTENTION OF THE ARCHITECT, FOR IMMEDIATE
RESOLUTION, ANY NON-CONFORMING CONDITIONS WHICH MAY BE FOUND IN EXISTING FIELD CONDITIONS.

SEE CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL, LANDSCAPE AND FOOD SERICE DRAWINGS FOR
ADDITIONAL INFORMATION AND COORDINATE.

EXTERIOR FACE OF FOUNDATION WALL IS 1'-0" FROM GRID.

LEGEND
(FIRE EXTINGUISHER CLOSET)

(FIRE EXTINGUISHER)

(COAT RACK) TYPICAL, SEE C1/AE703

PROJECTION SCREEN

(BOOKCASE) TYPICAL, SEE A4/AE410

(WHITE BOARD) TYPICAL, SEE B3/AE410

(TACK BOARD) TYPICAL, SEE B3/AE410

WINDOW TAG, SEE D4/AE602

DOOR TAG

F.E.C.

F.E.

C.R.

P.S.

B.C.

W.B.

T.B.

1

1
DOOR NUMBER
HARDWARE GROUP

OOOO

NOTE: ALL WALLS W/OUT A LEGEND MARK BELOW SHALL BE, 3-5/8" METAL STUDS @ 16" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES TO 6" ABOVE CEILING.  BRACE STUDS TO STRUCTURE ABOVE @ 4'-
0" O.C., UNLESS OTHERWISE NOTED.

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES

3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE
DTL. D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH SIDES, SEE DTL.
D3/AE503 & E3/AE503 FOR DEFLECTION TRACK

STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL BRACING @ 16" O.C. W/ 5/8"
GYPSUM BOARD ONE SIDE EACH ROW TO 6" ABOVE CEILING @ FACE OF BRACING

1-HR RATED ASSEMBLY, 3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & A4/AE503 FOR FIRE STOPPING

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD 0NE SIDE

PARTIAL HEIGHT WALL, 3-5/8" METAL STUDS @ 16" O.C. TO 5'-0" A.F.F. W/ 5/8" GYPSUM BOARD BOTH
SIDES & TOP

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C.
W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-0" O.C. W/
5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

1-HR RATED ASSEMBLY - STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL
BRACING @ 16" O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW @ FACE OF BRACING, EXTEND TO
DECK ABOVE, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

1-HR RATED ASSEMBLY, 6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM
BOARD BOTH SIDES, SEE DTLS. A4/AE503 & B4/AE503 FOR FIRE STOPPING

8" CMU EXTEND TO DECK ABOVE W/5/8" G.B. ON 3 5/8" STUDS @ ROOM C105
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GENERAL NOTES

A.

B.

C.

D.

E.

ALL DIMENSIONS TAKEN FROM GRID TO CENTER LINE OF WALL, UNLESS NOTED OTHERWISE.
THE CURTAIN WALL SYSTEM DIMENSION IS FROM GRID TO THE FACE OF THE SYSTEM.

IF A CONFLICT OCCURS BETWEEN DRAWINGS, DRAWINGS AND SPECIFICATIONS,
SPECIFICATION SECTIONS AND DIVISIONS OR BETWEEN OTHER PARTS OF THESE
CONSTRUCTION DOCUMENTS OR THESE DOCUMENTS AND ANY CODE REQUIREMENT, THE
CONTRACTOR MAY REQUEST CLARIFICATION DURING THE BIDDING PERIOD.  OTHERWISE THE
MOST STRINGENT REQUIREMENTS SHALL APPLY AND BE PART OF THE CONTRACT AT NO
ADDITIONAL COST TO THE OWNER.

ALL WORK AND MATERIALS SHALL BE IN FULL CONFORMANCE WITH THE LATEST FEDERAL,
STATE AND LOCAL CODES LAWS AND ORDINANCES.  INCLUDING THEIR MOST RECENT
REVISIONS, AMENDMENTS AND INTERPRETATIONS.

THE GENERAL CONTRACTOR SHALL BRING TO THE ATTENTION OF THE ARCHITECT, FOR
IMMEDIATE RESOLUTION, ANY NON-CONFORMING CONDITIONS WHICH MAY BE FOUND IN
EXISTING FIELD CONDITIONS.

SEE CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL, LANDSCAPE AND FOOD SERICE
DRAWINGS FOR ADDITIONAL INFORMATION AND COORDINATE.

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE
@ 4'-0" O.C. W/ 5/8" GYPSUM BOARD BOTH SIDES

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-
0" O.C. W/ 5/8" GYPSUM BOARD BOTH SIDES

3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH
SIDES, SEE DTL. XX/AEXXX FOR DEFLECTION TRACK

6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8" GYPSUM BOARD BOTH
SIDES, SEE DTL. XX/AEXXX FOR DEFLECTION TRACK

STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS TO INFILL BRACING @ 16"
O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW TO 6" ABOVE CEILING @ FACE OF
BRACING

1-HR RATED ASSEMBLY, 3-5/8" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W
5/8" GYPSUM BOARD BOTH SIDES, SEE DTLS. XX/AEXXX & XX/AEXXX FOR FIRE STOPPING

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE
@ 4'-0" O.C. W/ 5/8" GYPSUM BOARD 0NE SIDE

PARTIAL HEIGHT WALL, 3-5/8" METAL STUDS @ 16" O.C. TO 5'-0" A.F.F. W/ 5/8" GYPSUM
BOARD BOTH SIDES & TOP

3-5/8" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE
@ 4'-0" O.C. W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

6" METAL STUDS @ 16" O.C. TO 6" ABOVE CEILING & BRACED TO STRUCTURE ABOVE @ 4'-
0" O.C. W/ 5/8" GYPSUM BOARD BOTH SIDES & BATT INSULATION

1-HR RATED ASSEMBLY - STRUCTURALLY BRACED WALL, (2) ROWS 3-5/8" METAL STUDS
TO INFILL BRACING @ 16" O.C. W/ 5/8" GYPSUM BOARD ONE SIDE EACH ROW @ FACE OF
BRACING, EXTEND TO DECK ABOVE, SEE DTLS. XX/AEXXX FOR FIRE STOPPING

1-HR RATED ASSEMBLY, 6" METAL STUDS @ 16" O.C. EXTEND TO DECK ABOVE /W 5/8"
GYPSUM BOARD BOTH SIDES, SEE DTLS. XX/AEXXX & XX/AEXXX FOR FIRE STOPPING

8" CMU EXTEND TO DECK ABOVE
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PARTITION LEGEND

FLOOR /BASE WALL/WAINSCOT

FINISH SCHEDULE

A.

B.

C.

D.

E.

F.

G.

H.

I.

J.

K.

L.

M.

N.

1.

2.

3.

4.

5.

CARPET TILE & 4" OAK BASE.

CARPET TILE & 4" STRAIGHT RUBBER
BASE.

EPOXY TERRAZZO (SEE PLAN FOR JOINT
PATTERN).

2 X 2 CERAMIC MOSAIC.

12" X 12" PORCELAIN PAVER-SMOOTH W/
EPOXY GROUT.

CARPET "WALK OFF" TILES.

12" X 12" RESILIENT TILE W/ 4" RUBBER
BASE.

6" X 6" PORCELAIN PAVER-TEXTURED.

NOT USED.

6" X 6" QUARY TILE WITH 5" X 6" ROUND
TOP COVE BASE TILE & EPOXY GROUT.

SEALED CONCRETE W/ 4" COVED RUBBER
BASE.

2' X 2' RAISED ACCESS FLOOR PANELS.

SEAMLESS RESILIENT FLOOR W/ SELF
COVED 4" BASE.

EPOXY TRAFFIC MEMBRANE TURNED UP
4" VERTICALLY.

PAINT.

PAINT & 6" OAK CHAIR RAIL, SEE DETAIL
B4/AE701.

TRAVERTINE TILE 12" W x 6" H TO 3'-0", 6"
OAK CHAIR RAIL, PAINT ABOVE, SEE
DETAIL B5/AE701.

4 1/4" X 4 1/4" GLAZED TILE, FLOOR TO
CEILING W/ 2 ROW CHECKER BOARD
ACCENT TILE.

12" X 12" TRAVERTINE W/ (2) 3" ACCENT
BANDS, FLOOR TO CEILING.

0000
A 1

ROOM NUMBER
WALL/WAINSCOT FINISHFLOOR/BASE FINISH

LEGEND
(FIRE EXTINGUISHER CLOSET)

(FIRE EXTINGUISHER)

(COAT RACK) TYPICAL, SEE C1/AE703

PROJECTION SCREEN

(BOOKCASE) TYPICAL, SEE A4/AE410

(WHITE BOARD) TYPICAL, SEE B3/AE410

(TACK BOARD) TYPICAL, SEE B3/AE410

WINDOW TAG, SEE D4/AE602

DOOR TAG

F.E.C.

F.E.

C.R.

P.S.

B.C.

W.B.

T.B.

1

1
DOOR NUMBER
HARDWARE GROUP
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SEE STAIR SECTIONS
FOR ELEVATIONS
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BA
MATCHLINE
SEE AE111B
FOR AREA 'B'

MATCHLINE
SEE AE111B
FOR AREA 'B'

B4
AE503

B6
AE503

I.2

4.2

TYP
B2

AE503

2 x 2 LAY-IN ACOUSTICAL PANEL SYSTEM.
SEE AE503 FOR CEILING DETAILS.

SUSPENDED GYPSUM BOARD CEILING SYSTEMS,
EPOXY PAINT.

EXPOSED STRUCTURE AND METAL DECK PAINT.

SUPPLY GRILLE, SEE MECHANICAL DRAWINGS.

2 x 2 TROFFER LIGHT, SEE ELECTRICAL DRAWINGS.

2 x 4 TROFFER LIGHT, SEE ELECTRICAL DRAWINGS.

1 x 4 LINEAR BOX, SEE ELECTRICAL DRAWINGS.

RECESSED CAN LIGHT, SEE ELECTRICAL DRAWINGS.

FOUR BOWL PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

30" DIAM PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

TRACK LIGHTING, SEE ELECTRICAL DRAWINGS.

96" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

108" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

144" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

204" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

288" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

192" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

RETURN AIR GRILLE, SEE MECHANICAL DRAWINGS.

EXHAUST FAN

CEILING PLAN LEGEND

SUSPENDED EIFS CEILING SYSTEMS.

ROOF HATCH

8" x 4 FLUOR. STRIP FIXTURE, SEE ELECTRICAL DRAWINGS.

2 x 4 LAY-IN ACOUSTICAL PANEL SYSTEM.
SEE AE503 FOR CEILING DETAILS.
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MATCHLINE
SEE AE111A
FOR AREA 'A'

MATCHLINE
SEE AE111A
FOR AREA 'A'

MATCHLINE
SEE AE111C
FOR AREA 'C'

MATCHLINE
SEE AE111C
FOR AREA 'C'

EXHAUST HOOD

EXHAUST
HOOD

C1
AE503

B6
AE503

B4
AE503

4.2

E.8

TYP

TYP

B1
AE503

A 10'-0"
A 10'-0"

C 8'-0"

D1
AE503

A3
AE503

2 x 2 LAY-IN ACOUSTICAL PANEL SYSTEM.
SEE AE503 FOR CEILING DETAILS.

SUSPENDED GYPSUM BOARD CEILING SYSTEMS,
EPOXY PAINT.

EXPOSED STRUCTURE AND METAL DECK PAINT.

SUPPLY GRILLE, SEE MECHANICAL DRAWINGS.

2 x 2 TROFFER LIGHT, SEE ELECTRICAL DRAWINGS.

2 x 4 TROFFER LIGHT, SEE ELECTRICAL DRAWINGS.

1 x 4 LINEAR BOX, SEE ELECTRICAL DRAWINGS.

RECESSED CAN LIGHT, SEE ELECTRICAL DRAWINGS.

FOUR BOWL PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

30" DIAM PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

TRACK LIGHTING, SEE ELECTRICAL DRAWINGS.

96" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

108" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

144" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

204" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

288" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

192" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

RETURN AIR GRILLE, SEE MECHANICAL DRAWINGS.

EXHAUST FAN

CEILING PLAN LEGEND

SUSPENDED EIFS CEILING SYSTEMS.

ROOF HATCH

8" x 4 FLUOR. STRIP FIXTURE, SEE ELECTRICAL DRAWINGS.

2 x 4 LAY-IN ACOUSTICAL PANEL SYSTEM.
SEE AE503 FOR CEILING DETAILS.
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2 x 2 LAY-IN ACOUSTICAL PANEL SYSTEM.
SEE AE503 FOR CEILING DETAILS.

SUSPENDED GYPSUM BOARD CEILING SYSTEMS,
EPOXY PAINT.

EXPOSED STRUCTURE AND METAL DECK PAINT.

SUPPLY GRILLE, SEE MECHANICAL DRAWINGS.

2 x 2 TROFFER LIGHT, SEE ELECTRICAL DRAWINGS.

2 x 4 TROFFER LIGHT, SEE ELECTRICAL DRAWINGS.

1 x 4 LINEAR BOX, SEE ELECTRICAL DRAWINGS.

RECESSED CAN LIGHT, SEE ELECTRICAL DRAWINGS.

FOUR BOWL PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

30" DIAM PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

TRACK LIGHTING, SEE ELECTRICAL DRAWINGS.

96" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

108" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

144" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

204" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

288" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

192" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

RETURN AIR GRILLE, SEE MECHANICAL DRAWINGS.

EXHAUST FAN

CEILING PLAN LEGEND

SUSPENDED EIFS CEILING SYSTEMS.

ROOF HATCH

8" x 4 FLUOR. STRIP FIXTURE, SEE ELECTRICAL DRAWINGS.

2 x 4 LAY-IN ACOUSTICAL PANEL SYSTEM.
SEE AE503 FOR CEILING DETAILS.
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4.2

2 x 2 LAY-IN ACOUSTICAL PANEL SYSTEM.
SEE AE503 FOR CEILING DETAILS.

SUSPENDED GYPSUM BOARD CEILING SYSTEMS,
EPOXY PAINT.

EXPOSED STRUCTURE AND METAL DECK PAINT.

SUPPLY GRILLE, SEE MECHANICAL DRAWINGS.

2 x 2 TROFFER LIGHT, SEE ELECTRICAL DRAWINGS.

2 x 4 TROFFER LIGHT, SEE ELECTRICAL DRAWINGS.

1 x 4 LINEAR BOX, SEE ELECTRICAL DRAWINGS.

RECESSED CAN LIGHT, SEE ELECTRICAL DRAWINGS.

FOUR BOWL PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

30" DIAM PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

TRACK LIGHTING, SEE ELECTRICAL DRAWINGS.

96" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

108" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

144" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

204" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

288" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

192" LINEAR PENDANT LIGHT, SEE ELECTRICAL DRAWINGS.

RETURN AIR GRILLE, SEE MECHANICAL DRAWINGS.

EXHAUST FAN

CEILING PLAN LEGEND

SUSPENDED EIFS CEILING SYSTEMS.

ROOF HATCH

8" x 4 FLUOR. STRIP FIXTURE, SEE ELECTRICAL DRAWINGS.

2 x 4 LAY-IN ACOUSTICAL PANEL SYSTEM.
SEE AE503 FOR CEILING DETAILS.
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EXHAUST FAN

CEILING PLAN LEGEND

SUSPENDED EIFS CEILING SYSTEMS.

ROOF HATCH

8" x 4 FLUOR. STRIP FIXTURE, SEE ELECTRICAL DRAWINGS.

2 x 4 LAY-IN ACOUSTICAL PANEL SYSTEM.
SEE AE503 FOR CEILING DETAILS.

A

C

D

E

B

A

2 3 4 5 6

B

C

D

E

1

2 3 4 5 61

A

B

C

D

E

HFSArchitects
RCHITECTUREA

LANNINGP
NTERIORSI

1484 South State Street Salt
Lake City, Utah 84115 801-

596-0691/F: 596-0693
www.hfsa.com

CONSULTANT

SHEET TITLE

MARK DATE DESCRIPTION

DATE:

DFCM PROJECT NO:

ARCHITECTURAL PHASE:

HFSA PROJECT NO:
CAD DRAWING FILE NO:
DRAWN BY:
CHECKED BY:
DESIGNED BY:
DRAWING TYPE:

SHEET OF

07039260

UTAH COLLEGE
OF APPLIED

TECHNOLOGY

MOUNTAINLAND APPLIED
TECHNOLOGY COLLEGE

NORTHERN UTAH
COUNTY BUILDING

2300 WEST & ASHTON BLVD.
LEHI, UT 84043

BWS
RLS, BWS, MAP

ARCHITECTURAL

MAY 29, 2009

0813.01

THIRD FLOOR
CEILING PLAN AREA C

ALTERNATE 01

AE113C 01

BID SET

A3 THIRD FLOOR CEILING PLAN AREA 'C' ALTERNATE 1
SCALE 1/8"=1'-0"

KEY PLAN



N

J

BA

C

8'4' 16'0

8'0 2' 4'

1

2

3

4

FGHI

0.4

DE
CK

SL
OP

E

DE
CK

SL
OP

E

DECK
SLOPE

DECK
SLOPE

DECK
SLOPE

UPPER ROOF
SCUPPER DRAIN

UPPER ROOF
SCUPPER DRAIN

UPPER ROOF
SCUPPER DRAIN

UPPER ROOF
SCUPPER DRAIN

BA

BA
MATCHLINE
SEE AE120B
FOR AREA 'B'

MATCHLINE
SEE AE120B
FOR AREA 'B'

E5
AE520

I.2

4.2

ROOF HATCH

D4
AE520

C4
AE520

D4
AE520

C5
AE520

B5
AE520

E.F.

TYP

TYP

TYP

MODIFIED BITUMINOUS
MEMBRANE ROOFING

PREFORMED METAL
ROOF PANELS

DB 128'-10 1/2"

DB @ COL.
128'-1" DB VARIES

VERTICAL WALL UNDER
SLOPED ROOFDE

CK
 R

ID
G

E,
 S

LO
PE

D

C6
AE520

LOW POINT
DB 128'-0"

B6
AE120A

TYP

DB @ COL.
128'-8 1/2"

DB @ COL.
128'-8 1/2"

OVERFLOW ROOF DRAIN, SEE E6/AE520

INDICATES ROOF DECK SLOPE HI TO LOW

ROOF HATCH

ROOF DRAIN, SEE D6/AE520

ROOF LEGEND

SLOPE

EXHAUST FAN, SEE MECH

ENCLOSE AREAS UNDER STEEP SLOPED ROOF OVERHANG ABOVE LOW SLOPED ROOF:
 *  ROOF DECKING CONTINUOUS W/ OUT ROOFING OR RIGID INSULATING.
 *  DISCONTINUE STEEP ROOF SOFFIT.
 *  VERTICAL CLOSURE AT EAVES SHALL BE EIFS ON 5/8" GYP SHEATHING ON 3-5/8"
    16 GA MTL. STUDS.
 *  INTERIOR CLOSURE @ EDGE OF FLOOR SLAB: WALL TYPE        @ GRID 'B' & '2'7

6"
6"

3'
-0

"
1'

-0
"

4'
-0

"
1'

-0
"

4'
-0

"
1'

-0
"

4'
-0

"
1'

-0
"

4'
-0

"
1'

-0
"

4'
-0

"
1'

-0
"

4'
-0

"
1'

-0
"

ROOF RIDGE

ROOF EAVE

A

2 3 4 5 6

B

C

D

E

1

2 3 4 5 61

A

B

C

D

E

HFSArchitects
RCHITECTUREA

LANNINGP
NTERIORSI

1484 South State Street Salt
Lake City, Utah 84115 801-

596-0691/F: 596-0693
www.hfsa.com

CONSULTANT

SHEET TITLE

MARK DATE DESCRIPTION

DATE:

DFCM PROJECT NO:

ARCHITECTURAL PHASE:

HFSA PROJECT NO:
CAD DRAWING FILE NO:
DRAWN BY:
CHECKED BY:
DESIGNED BY:
DRAWING TYPE:

SHEET OF

07039260

UTAH COLLEGE
OF APPLIED

TECHNOLOGY

MOUNTAINLAND APPLIED
TECHNOLOGY COLLEGE

NORTHERN UTAH
COUNTY BUILDING

2300 WEST & ASHTON BLVD.
LEHI, UT 84043

BWS
RLS, BWS, MAP

ARCHITECTURAL

BID SET

MAY 29, 2009

0813.01

ROOF PLAN AREA A

AE120A
A3 ROOF PLAN AREA 'A'

SCALE 1/8"=1'-0"

B6 TYP SNOW GUARD LOCATIONS
SCALE 1/4"=1'-0"



N

J

BA

C

8'4' 16'0

SS

1

2

3

4

6

ACDEF

5

A.04B

0.4

DECK
SLOPE

DECK
SLOPEDECK

SLOPE

DE
CK

SL
OP

E

DE
CK

SL
OP

E

DECK
SLOPE

DECK
SLOPE

DE
CK

SL
OP

E
DE

CK
SL

OP
E

DE
CK

SL
OP

E

UPPER ROOF
 SCUPPER DRAIN

UPPER ROOF
SCUPPER DRAIN

UPPER ROOF
SCUPPER DRAIN

UPPER ROOF
SCUPPER DRAIN

UPPER ROOF
SCUPPER DRAIN

UPPER ROOF
SCUPPER DRAIN

UPPER ROOF
SCUPPER DRAIN

MATCHLINE
SEE AE120A
FOR AREA 'A'

BA

BA

MATCHLINE
SEE AE120A
FOR AREA 'A'

B
C

B
C

MATCHLINE
SEE AE120C
FOR AREA 'C'

MATCHLINE
SEE AE120C
FOR AREA 'C'

4.2

E.8

DECK BELOW

DECK BELOW

D4
AE520

B4
AE520

D4
AE520

C4
AE520

C5
AE520

B5
AE520

E.F.

E.F.

E.F.

MODIFIED BITUMINOUS
MEMBRANE ROOFING

MODIFIED BITUMINOUS
MEMBRANE ROOFING

TYP

TYP

TYP

TYP

PREFORMED METAL
ROOF PANELS

PREFORMED METAL
ROOF PANELS

DECK
SLOPE

DE
CK

SL
OP

E

DECK

SLOPE

DECKSLOPE

DE
CK

SL
OP

E

DECK
SLOPE

DE
CK

 R
ID

G
E

DE
CK

 R
ID

G
E,

 S
LO

PE
D

DECK RIDGE, SLOPED

DECK RIDGE, SLOPED

C6
AE520

DB 128'-10 1/2"

LOW POINT DB
128'-0"

DB 128'-10 1/2"

LOW POINT DB
128'-0"

DB 128'-8 1/2"

DB VARIES

LOW POINT DB
128'-4",
TOP OF HSS COL

HIGH POINT DB
128'-8 1/2",
TOP OF HSS COL

HIGH POINT DB
128'-8 1/2",
TOP OF HSS COL

LOW POINT DB
128'-4",
TOP OF HSS COL

DB 128'-10 1/2"

TYP DB ROOF
PERIMETER
128'-10 1/2"

DB 128'-10 1/2"

LOW POINT DB
128'-0"

DECK
SLOPE

DE
CK

SL
OP

E

DB @ COL.
128'-1"

DB @ COL.
128'-1"

DB @ COL.
128'-1"

LOW POINT DB
128'-0"

DB @ COL.
128'-1"

TYP DB DECK
PERIMETER 128'-
10 1/2"

DB @ COL.
128'-3"

B6
AE120A

TYP

EIFS WALL TO
SOFFIT OF
UPPER ROOF

DB @ COL.
128'-8 1/2"

DB @ COL.
128'-8 1/2"

DB @ COL.
128'-8 1/2"

DECK

SLO
PE

TAPERED INSULATION
@ 1/4"=1'-0" SLOPE

OVERFLOW ROOF DRAIN, SEE E6/AE520

INDICATES ROOF DECK SLOPE HI TO LOW

ROOF HATCH

ROOF DRAIN, SEE D6/AE520

ROOF LEGEND

SLOPE

EXHAUST FAN, SEE MECH

ENCLOSE AREAS UNDER STEEP SLOPED ROOF OVERHANG ABOVE LOW SLOPED ROOF:
 *  ROOF DECKING CONTINUOUS W/ OUT ROOFING OR RIGID INSULATING.
 *  DISCONTINUE STEEP ROOF SOFFIT.
 *  VERTICAL CLOSURE AT EAVES SHALL BE EIFS ON 5/8" GYP SHEATHING ON 3-5/8"
    16 GA MTL. STUDS.
 *  INTERIOR CLOSURE @ EDGE OF FLOOR SLAB: WALL TYPE        @ GRID 'B' & '2'7

A

2 3 4 5 6

B

C

D

E

1

2 3 4 5 61

A

B

C

D

E

HFSArchitects
RCHITECTUREA

LANNINGP
NTERIORSI

1484 South State Street Salt
Lake City, Utah 84115 801-

596-0691/F: 596-0693
www.hfsa.com

CONSULTANT

SHEET TITLE

MARK DATE DESCRIPTION

DATE:

DFCM PROJECT NO:

ARCHITECTURAL PHASE:

HFSA PROJECT NO:
CAD DRAWING FILE NO:
DRAWN BY:
CHECKED BY:
DESIGNED BY:
DRAWING TYPE:

SHEET OF

07039260

UTAH COLLEGE
OF APPLIED

TECHNOLOGY

MOUNTAINLAND APPLIED
TECHNOLOGY COLLEGE

NORTHERN UTAH
COUNTY BUILDING

2300 WEST & ASHTON BLVD.
LEHI, UT 84043

BWS
RLS, BWS, MAP

ARCHITECTURAL

BID SET

MAY 29, 2009

0813.01

ROOF PLAN AREA B

AE120B
A3 ROOF PLAN AREA 'B'

SCALE 1/8"=1'-0"



N

J

BA

C

8'4' 16'0

6

7

8

9

ACD A.04B

9.2

DECK
SLOPE

DECK
SLOPE

DE
CK

SL
OP

E
DE

CK
SL

OP
E

DE
CK

SL
OP

E

UPPER ROOF
SCUPPER DRAIN

UPPER ROOF
SCUPPER DRAIN

UPPER ROOF
SCUPPER DRAIN

UPPER ROOF
SCUPPER DRAIN

B
C

B
C

MATCHLINE
SEE AE120B
FOR AREA 'B'

MATCHLINE
SEE AE120B
FOR AREA 'B'

E5
AE520

E.8

ROOF HATCH

C4
AE520

D4
AE520

D4
AE520

E.F.

E.F.

E.F.

E.F.

MODIFIED BITUMINOUS
MEMBRANE ROOFING

TYP

TYP

TYP

PREFORMED METAL
ROOF PANELS

C5
AE520

B5
AE520

DECK RIDGE, SLOPED

C6
AE520

DB 128'-8 1/2"

LOW POINT
DB 128'-0"

TYP. DB GRID
'B' 128'-10 1/2"

E.F.

DB @ COL.
128'-1"

B6
AE120A

TYP

DB @ COL.
128'-8 1/2"

TAPERED
INSULATION

TAPERED
INSUL.
CRICKET
TYP.

OVERFLOW ROOF DRAIN, SEE E6/AE520

INDICATES ROOF DECK SLOPE HI TO LOW

ROOF HATCH

ROOF DRAIN, SEE D6/AE520

ROOF LEGEND

SLOPE

EXHAUST FAN, SEE MECH

ENCLOSE AREAS UNDER STEEP SLOPED ROOF OVERHANG ABOVE LOW SLOPED ROOF:
 *  ROOF DECKING CONTINUOUS W/ OUT ROOFING OR RIGID INSULATING.
 *  DISCONTINUE STEEP ROOF SOFFIT.
 *  VERTICAL CLOSURE AT EAVES SHALL BE EIFS ON 5/8" GYP SHEATHING ON 3-5/8"
    16 GA MTL. STUDS.
 *  INTERIOR CLOSURE @ EDGE OF FLOOR SLAB: WALL TYPE        @ GRID 'B' & '2'7

A

2 3 4 5 6

B

C

D

E

1

2 3 4 5 61

A

B

C

D

E

HFSArchitects
RCHITECTUREA

LANNINGP
NTERIORSI

1484 South State Street Salt
Lake City, Utah 84115 801-

596-0691/F: 596-0693
www.hfsa.com

CONSULTANT

SHEET TITLE

MARK DATE DESCRIPTION

DATE:

DFCM PROJECT NO:

ARCHITECTURAL PHASE:

HFSA PROJECT NO:
CAD DRAWING FILE NO:
DRAWN BY:
CHECKED BY:
DESIGNED BY:
DRAWING TYPE:

SHEET OF

07039260

UTAH COLLEGE
OF APPLIED

TECHNOLOGY

MOUNTAINLAND APPLIED
TECHNOLOGY COLLEGE

NORTHERN UTAH
COUNTY BUILDING

2300 WEST & ASHTON BLVD.
LEHI, UT 84043

BWS
RLS, BWS, MAP

ARCHITECTURAL

BID SET

MAY 29, 2009

0813.01

ROOF PLAN AREA C

AE120C
A3 ROOF PLAN AREA 'C'

SCALE 1/8"=1'-0"



10'8"5'4" 21'4"0

10'8"5'4" 21'4"0

10'8"5'4" 21'4"0

10'8"5'4" 21'4"0

LEVEL 1
100' - 0"

LEVEL 2
114' - 8"

12346789

LEVEL 3
129' - 4"

5 0.49.2 4.2

LEVEL 1
100' - 0"

LEVEL 2
114' - 8"

A C D E F G H I

LEVEL 3
129' - 4"

A.04 B I.2E.8

LEVEL 1
100' - 0"

LEVEL 2
114' - 8"

ACDEFGHI

LEVEL 3
129' - 4"

A.04BI.2 E.8

LEVEL 1
100' - 0"

LEVEL 2
114' - 8"

1 2 3 4 6 7 8 9

LEVEL 3
129' - 4"

50.4 9.24.2

A

2 3 4 5 6

B

C

D

E

1

2 3 4 5 61

A

B

C

D

E

HFSArchitects
RCHITECTUREA

LANNINGP
NTERIORSI

1484 South State Street Salt
Lake City, Utah 84115 801-

596-0691/F: 596-0693
www.hfsa.com

CONSULTANT

SHEET TITLE

MARK DATE DESCRIPTION

DATE:

DFCM PROJECT NO:

ARCHITECTURAL PHASE:

HFSA PROJECT NO:
CAD DRAWING FILE NO:
DRAWN BY:
CHECKED BY:
DESIGNED BY:
DRAWING TYPE:

SHEET OF

07039260

UTAH COLLEGE
OF APPLIED

TECHNOLOGY

MOUNTAINLAND APPLIED
TECHNOLOGY COLLEGE

NORTHERN UTAH
COUNTY BUILDING

2300 WEST & ASHTON BLVD.
LEHI, UT 84043

BWS
RLS, BWS, MAP

ARCHITECTURAL

BID SET

MAY 29, 2009

0813.01

BUILDING
ELEVATIONS

AE201

07039260

A1 WEST ELEVATION
SCALE 3/32"=1'-0"

B1 SOUTH ELEVATION
SCALE 3/32"=1'-0"

C1 EAST ELEVATION
SCALE 3/32"=1'-0"

D1 NORTH ELEVATION
SCALE 3/32"=1'-0" SEE AE202 FOR ADDITIONAL INFORMATION

SEE AE203 FOR ADDITIONAL INFORMATION

SEE AE204 FOR ADDITIONAL INFORMATION

SEE AE205 FOR ADDITIONAL INFORMATION



8'4' 16'0

8'4' 16'0

LEVEL 1
100' - 0"

LEVEL 2
114' - 8"

E F G H I

LEVEL 3
129' - 4"

BRICK VENEER
(TYP.)

EIFS (TYP.)

STONE VENEER
(TYP.) SEE DETAILS

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

PRE-CAST CONCRETE BAND
WITH JOINTS @ 4'-0" O.C.

ALUMINUM
GUTTER BEYOND

SOLDIER COURSE

B5
AE206

C5
AE206

B3
AE206

E5
AE501

D5
AE501

I.2

A4
AE312

LEVEL 1
100' - 0"

LEVEL 2
114' - 8"

A C D E

LEVEL 3
129' - 4"

A.04 B

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

BRICK VENEER
(TYP.)

STONE VENEER
(TYP.) SEE DETAILS

PRE-CAST CONCRETE BAND
WITH JOINTS @ 4'-0" O.C.

ALUMINUM
GUTTER BEYOND

SOLDIER COURSE

C5
AE206

B3
AE206

D5
AE501

STANDING SEAM
METAL  ROOF, TYP.

E.8

A4
AE312

A6
AE312

A

2 3 4 5 6

B

C

D

E

1

2 3 4 5 61

A

B

C

D

E

HFSArchitects
RCHITECTUREA

LANNINGP
NTERIORSI

1484 South State Street Salt
Lake City, Utah 84115 801-

596-0691/F: 596-0693
www.hfsa.com

CONSULTANT

SHEET TITLE

MARK DATE DESCRIPTION

DATE:

DFCM PROJECT NO:

ARCHITECTURAL PHASE:

HFSA PROJECT NO:
CAD DRAWING FILE NO:
DRAWN BY:
CHECKED BY:
DESIGNED BY:
DRAWING TYPE:

SHEET OF

07039260

UTAH COLLEGE
OF APPLIED

TECHNOLOGY

MOUNTAINLAND APPLIED
TECHNOLOGY COLLEGE

NORTHERN UTAH
COUNTY BUILDING

2300 WEST & ASHTON BLVD.
LEHI, UT 84043

BWS
RLS, BWS, MAP

ARCHITECTURAL

BID SET

MAY 29, 2009

0813.01

BUILDING
ELEVATIONS

AE202
A4 NORTH ELEVATION

SCALE 1/8"=1'-0"

C4 NORTH ELEVATION
SCALE 1/8"=1'-0"



8'4' 16'0

8'4' 16'0

LEVEL 1
100' - 0"

LEVEL 2
114' - 8"

6789

LEVEL 3
129' - 4"

5

EIFS (TYP.)

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

9.2

PRE-CAST CONCRETE BAND
WITH JOINTS @ 4'-0" O.C.

BRICK VENEER
(TYP.)

STONE VENEER
(TYP.) SEE DETAILS

ALUMINUM
GUTTER BEYOND

SOLDIER COURSE

C5
AE206

B3
AE206

C3
AE206

D5
AE501

E5
AE501

A3
AE311

LEVEL 1
100' - 0"

LEVEL 2
114' - 8"

1234

LEVEL 3
129' - 4"

5 0.4
M

A
TC

H
LI

NE
M

A
TC

H
LI

NE
M

A
TC

H
LI

NE
M

A
TC

H
LI

NE

PRE-CAST CONCRETE BAND
WITH JOINTS @ 4'-0" O.C.

BRICK VENEER
(TYP.)

STONE VENEER
(TYP.) SEE DETAILS

ALUMINUM
GUTTER BEYOND

SOLDIER COURSE

C5
AE206

A4
AE206

D5
AE501

4.2

A6
AE312

A

2 3 4 5 6

B

C

D

E

1

2 3 4 5 61

A

B

C

D

E

HFSArchitects
RCHITECTUREA

LANNINGP
NTERIORSI

1484 South State Street Salt
Lake City, Utah 84115 801-

596-0691/F: 596-0693
www.hfsa.com

CONSULTANT

SHEET TITLE

MARK DATE DESCRIPTION

DATE:

DFCM PROJECT NO:

ARCHITECTURAL PHASE:

HFSA PROJECT NO:
CAD DRAWING FILE NO:
DRAWN BY:
CHECKED BY:
DESIGNED BY:
DRAWING TYPE:

SHEET OF

07039260

UTAH COLLEGE
OF APPLIED

TECHNOLOGY

MOUNTAINLAND APPLIED
TECHNOLOGY COLLEGE

NORTHERN UTAH
COUNTY BUILDING

2300 WEST & ASHTON BLVD.
LEHI, UT 84043

BWS
RLS, BWS, MAP

ARCHITECTURAL

BID SET

MAY 29, 2009

0813.01

BUILDING
ELEVATIONS

AE203
A4 EAST ELEVATION

SCALE 1/8"=1'-0"

C4 EAST ELEVATION
SCALE 1/8"=1'-0"



8'4' 16'0

8'4' 16'0

LEVEL 1
100' - 0"

LEVEL 2
114' - 8"

ACDE

LEVEL 3
129' - 4"

A.04B

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

BRICK VENEER
(TYP.)

EIFS (TYP.)

STONE VENEER
(TYP.) SEE DETAILS

PRE-CAST CONCRETE BAND
WITH JOINTS @ 4'-0" O.C.

ALUMINUM GUTTER

SOLDIER COURSE

B3
AE206

C5
AE206

D5
AE206

B5
AE206

D5
AE501

E.8

B3
AE501

A6
AE311 A1

AE311
A6

AE313

LEVEL 1
100' - 0"

LEVEL 2
114' - 8"

EFGHI

LEVEL 3
129' - 4"

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

BRICK VENEER
(TYP.)

EIFS (TYP.)

STONE VENEER
(TYP.) SEE DETAILS

PRE-CAST CONCRETE
BAND WITH JOINTS @
4'-0" O.C.

ALUMINUM GUTTER

C5
AE206

D5
AE206

B5
AE206

B5
AE206

B3
AE206

I.2

D5
AE501

B3
AE501

A1
AE311

A4
AE313

A6
AE311

A

2 3 4 5 6

B

C

D

E

1

2 3 4 5 61

A

B

C

D

E

HFSArchitects
RCHITECTUREA

LANNINGP
NTERIORSI

1484 South State Street Salt
Lake City, Utah 84115 801-

596-0691/F: 596-0693
www.hfsa.com

CONSULTANT

SHEET TITLE

MARK DATE DESCRIPTION

DATE:

DFCM PROJECT NO:

ARCHITECTURAL PHASE:

HFSA PROJECT NO:
CAD DRAWING FILE NO:
DRAWN BY:
CHECKED BY:
DESIGNED BY:
DRAWING TYPE:

SHEET OF

07039260

UTAH COLLEGE
OF APPLIED

TECHNOLOGY

MOUNTAINLAND APPLIED
TECHNOLOGY COLLEGE

NORTHERN UTAH
COUNTY BUILDING

2300 WEST & ASHTON BLVD.
LEHI, UT 84043

BWS
RLS, BWS, MAP

ARCHITECTURAL

BID SET

MAY 29, 2009

0813.01

BUILDING
ELEVATIONS

AE204
A4 SOUTH ELEVATION

SCALE 1/8"=1'-0"

C4 SOUTH ELEVATION
SCALE 1/8"=1'-0"



8'4' 16'0

8'4' 16'0

LEVEL 1
100' - 0"

LEVEL 2
114' - 8"

6 7 8 9

LEVEL 3
129' - 4"

5

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

9.2

BRICK VENEER
(TYP.)

EIFS (TYP.)

STONE VENEER
(TYP.) SEE DETAILS

PRE-CAST CONCRETE BAND
WITH JOINTS @ 4'-0" O.C.

ALUMINUM GUTTER

C5
AE206

D5
AE206

B5
AE206

B3
AE206

D5
AE501

B3
AE501

A6
AE311

A4
AE313 A1

AE311

LEVEL 1
100' - 0"

LEVEL 2
114' - 8"

1 2 3 4

LEVEL 3
129' - 4"

50.4

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

M
A

TC
H

LI
NE

BRICK VENEER
(TYP.)

EIFS (TYP.)

STONE VENEER
(TYP.) SEE DETAILS

PRE-CAST CONCRETE BAND
WITH JOINTS @ 4'-0" O.C.

ALUMINUM GUTTER

BEYOND

D5
AE206

C5
AE206

B5
AE206

B3
AE206

4.2

D5
AE501

B3
AE501

A1
AE311

A6
AE313

A6
AE311

A

2 3 4 5 6

B

C

D

E

1

2 3 4 5 61

A

B

C

D

E

HFSArchitects
RCHITECTUREA

LANNINGP
NTERIORSI

1484 South State Street Salt
Lake City, Utah 84115 801-

596-0691/F: 596-0693
www.hfsa.com

CONSULTANT

SHEET TITLE

MARK DATE DESCRIPTION

DATE:

DFCM PROJECT NO:

ARCHITECTURAL PHASE:

HFSA PROJECT NO:
CAD DRAWING FILE NO:
DRAWN BY:
CHECKED BY:
DESIGNED BY:
DRAWING TYPE:

SHEET OF

07039260

UTAH COLLEGE
OF APPLIED

TECHNOLOGY

MOUNTAINLAND APPLIED
TECHNOLOGY COLLEGE

NORTHERN UTAH
COUNTY BUILDING

2300 WEST & ASHTON BLVD.
LEHI, UT 84043

BWS
RLS, BWS, MAP

ARCHITECTURAL

BID SET

MAY 29, 2009

0813.01

BUILDING
ELEVATIONS

AE205
A4 WEST ELEVATION

SCALE 1/8"=1'-0"

C4 WEST ELEVATION
SCALE 1/8"=1'-0"







0 1' 2' 4'0 1' 2' 4'0 1' 2' 4'0 1' 2' 4'

BENT PLATE BLOCKING, SEE STRUCTURAL. (TYP.)

EXTEND VAPOR BARRIER TO UNDERSIDE OF DECK
AND ATTACH. (TYP.)

6"-16 GA. METAL FRAMING @ 16" O.C., TYP. WITH
R-19 INSULATION.

METAL FRAMING BOX BEAM, SEE STRUCTURAL.
(TYP.)

ALUMINUM WINDOW SYSTEM. SEE BUILDING
ELEVATIONS.

FLOOR FINISH AND BASE AS SCHEDULED

CONTINUOUS CLOSURE ANGLE. SEE STRUCTURAL
DWGS.

UNDER SLAB VAPOR BARRIER. (TYP.)

CONCRETE FOOTING & FOUNDATION. SEE
STRUCTURAL.

2" x 4' RIGID INSULATION, TYP.

CONC. SLAB ON MTL. DECK, SEE STRUCTURAL
DRAWINGS.

BRICK VENEER, TYP.

METAL FRAMING, SEE STRUCTURAL. (TYP.)

AIR INFILTRATION BARRIER. (TYP.)

2" RIGID INSULATION, TYP.

EXTERIOR GYPSUM SHEATHING

5/8" GYP. BD.

ALUMINUM WINDOW SYSTEM. SEE BUILDING
ELEVATIONS.

PRECAST CONCRETE W/ 1/2" CHAMFER AT ALL
EXPOSED EDGES.

PRECAST CONCRETE W/ 1/2" CHAMFER AT ALL
EXPOSED EDGES.

PRECAST CONCRETE W/ 1/2" CHAMFER AT ALL
EXPOSED EDGES.

T.O. OPENING
ELEV.=124'-0"

B.O. OPENING
  ELEV.=118'-0"

C6
AE520

E6
AE501

C6
AE501

D5
AE501

E6
AE501

A6
AE501

SIM.

SIM.

I.2

4" CONCRETE SLAB ON GRADE.

3' STRUCTURAL FILL.

T.O. SLAB
  ELEV.=114'-8"

T.O. OPENING
ELEV.=109'-4"

B.O. OPENING
  ELEV.=103'-4"

T.O. SLAB
  ELEV.=100'-0"

T.O. SLAB
  ELEV.=129'-4"

E

3 5/8" MTL. STUD @ 16" O.C., TYP.

ALUMINUM WINDOW SYSTEM. SEE BUILDING
ELEVATIONS.

UNDER SLAB VAPOR BARRIER (TYP.)

CONC. SLAB ON MTL. DECK, SEE STRUCTURAL
DRAWINGS.

METAL FRAMING, SEE STRUCTURAL. (TYP.)

5/8" GYP. BD.

ALUMINUM WINDOW SYSTEM.

PRECAST CONCRETE W/ 1/2" CHAMFER AT ALL
EXPOSED EDGES.D3

AE501

A5
AE520

E3
AE602

T.O. PARAPET
  ELEV.=130'-2"

T.O. SLAB
  ELEV.=114'-8"

T.O. SLAB
  ELEV.=100'-0"

T.O. OPENING
  ELEV.=107'-0"

B.O. OPENING
  ELEV.=103'-0"

DECK BEARING VARIES
  HIGH=113'-5 1/2" LOW=112'-10"

DECK BEARING VARIES
  HIGH=128'-10 1/2" LOW=128'-3"

A

BENT PLATE BLOCKING, SEE STRUCTURAL. (TYP.)

EXTEND VAPOR BARRIER TO UNDERSIDE OF DECK
AND ATTACH. (TYP.)

6"-16 GA. METAL FRAMING @ 16" O.C., TYP. WITH
R-19 INSULATION.

ALUMINUM WINDOW SYSTEM. SEE BUILDING
ELEVATIONS.

FLOOR FINISH AND BASE AS SCHEDULED

CONTINUOUS CLOSURE ANGLE. SEE STRUCTURAL
DWGS.

UNDER SLAB VAPOR BARRIER. (TYP.)

CONCRETE FOOTING & FOUNDATION. SEE STRUCTURAL.

2" x 4' RIGID INSULATION, TYP.

CONC. SLAB ON MTL. DECK, SEE STRUCTURAL
DRAWINGS.

BRICK VENEER, TYP.

METAL FRAMING, SEE STRUCTURAL. (TYP.)

AIR INFILTRATION BARRIER. (TYP.)

1" RIGID INSULATION, TYP.

1/2" EXTERIOR GYPSUM SHEATHING

5/8" GYP. BD.

ALUMINUM WINDOW SYSTEM. SEE BUILDING
ELEVATIONS.

PRECAST CONCRETE W/ 1/2" CHAMFER AT ALL
EXPOSED EDGES.

PRECAST CONCRETE W/ 1/2" CHAMFER AT ALL
EXPOSED EDGES.

PRECAST CONCRETE W/ 1/2" CHAMFER AT ALL EXPOSED
EDGES.

A6
AE520

E6
AE501

C6
AE501

E5
AE501

E6
AE501

A6
AE501

B6
AE501

AIR BARRIER

MASONRY TIE

VAPOR BARRIER

SIM.

SIM.

SIM.

3' STRUCTURAL FILL

T.O. OPENING
  ELEV.=124'-0"

T.O. OPENING
  ELEV.=118'-0"

T.O. SLAB
  ELEV.=114'-8"

T.O. OPENING
  ELEV.=108'-8"

B.O. OPENING
  ELEV.=106'-0"

T.O. PARAPET
  ELEV.=130'-2"

T.O. SLAB
  ELEV.=100'-0"

SOLDIER COURSE BOTTOM ALIGN W/ FLOOR SLAB

F

UNDER SLAB VAPOR BARRIER.
(TYP.)

CONCRETE FOOTING & FOUNDATION. SEE
STRUCTURAL.

2" x 4' RIGID INSULATION, TYP.

METAL FRAMING, SEE
STRUCTURAL. (TYP.)

2" RIGID INSULATION, TYP.

EXTERIOR GYPSUM SHEATHING

5/8" GYP. BD.

PRECAST CONCRETE W/ 1/2" CHAMFER AT
ALL EXPOSED EDGES.

ALUMINUM WINDOW SYSTEM. SEE BUILDING
ELEVATIONS.

A6
AE501

B6
AE501

E6
AE501

B3
AE501

SIM.

SIM.

SIM.

3' STRUCTURAL FILL.

B.O. OPENING
  ELEV.=109'-4"

B.O. OPENING
  ELEV.=103'-4"

T.O. SLAB
  ELEV.=114'-8"

T.O. SLAB
  ELEV.=100'-0"

PARAPET

T.O. CONC. BAND
  ELEV.=105'-4"

DECK BEARING VARIES
  HIGH=113'-5 1/2" LOW=112'-10"
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WALL SECTIONS

AE311

07039260

A1 WALL SECTION
SCALE 1/2"=1'-0" A3 WALL SECTION

SCALE 1/2"=1'-0" A4 WALL SECTION
SCALE 1/2"=1'-0" A6 WALL SECTION

SCALE 1/2"=1'-0"


















































