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EXISTING CURB
EXISTING LIGHT POLE

1

3

EXISTING COOLING TOWER

4
5
6
7
8

9
10
11

EXISTING SIDEWALK
EXISTING CURB & GUTTER
EXISTING ASPHALT PAVING
EXISTING STAMPED CONCRETE
EXISTING STAIR
EXISTING LANDSCAPE
EXISTING TREE
EXISTING TREE - PRUNE AS REQUIRED
FOR INSTALLATION OF NEW PATH.
COORDINATE WITH CAMPUS HORTICULTURIST
PRUNING MUST ALLOW FOR A 7' CLEARANCE

EXISTING CONCRETE WALL12
CONCRETE CURB - SEE CIVIL13
EXISTING FIRE HYDRANT14
CONCRETE CURB & GUTTER - SEE CIVIL15
CONCRETE PAVING - SEE CIVIL16
ASPHALT PAVING - SEE CIVIL17
CONCRETE MOWSTRIP - SEE A2/AS50118
CONCRETE MOWSTRIP TO MATCH EXISTING19

BOULDER RETAINING WALL - SEE C2/AS50121
ACCESSIBLE RAMP - SEE CIVIL22
ACCESSIBLE SIGNAGE - SEE CIVIL23
CONCRETE STAIRS - SEE A4/AS50124
GUARDRAIL25
HANDRAIL - SEE A5/AS50126

DUMPSTER LOCATION - SEE D1/AS50120

LIGHT FIXTURE - SEE ELECTRICAL27
COOLING TOWER - SEE MECHANICAL28
FDC LOCATION - SEE ARCHITECTURAL29
CONCRETE RETAINING WALL
AT DUMPSTER - SEE B4/AS501

30

BUILDING COLUMN - SEE ARCHITECTURAL31
MASONRY SCREEN WALL32
GAS METER - SEE MECH. & CIVIL33
ELECTRICAL TRANSFORMER - SEE ELECTRICAL34
EMERGENCY GENERATOR - SEE ELECTRICAL35
CT CAN - SEE ELECTRICAL36
SERVICE RAMP - SEE CIVIL37
EDGE OF EXISTING ASPHALT - SEE CIVIL38
FIRE HYDRANT - SEE CIVIL39
CONCRETE WALL - SEE B4/AS50140
RECYCLING CONTAINERS - SEE SPECS41
TRENCH DRAIN - SEE B2/AS50142
CONCTRACT LIMIT LINE43
CODE BLUE EMERGENCY
CALL STATION (POLE MOUNT) - SEE SPECS

44

EXISTING CONCRETE CURB WALL45

GRAVEL PAVING ON GEOTEXTILE
FABRIC

47

BENCH N.I.C48
LANDSCAPE AREA - SEE LANDSCAPE DWGS.49
EXISTING CONCRETE MOWSTRIP50
MOTORCYCLE STALL - SEE CIVIL51
CONCRETE RETAINING WALL WITH
GUARDRAIL - SEE B3/AS501

52

CONCRETE APRON - SEE CIVIL53
FLAT TOP BOULDERS TO BE
USED IN THIS LOCATION

54

SS GUARDRAIL - SEE B1/AS50155

EDGE OF EXISTING CONCRETE PAVING46

BIKE RACK - SEE SPECIFICATIONS56
BOULDER RETAINING WALL CONTRACTOR
HAS A MAXIMUM OF 5' HORIZ. SPACE TO
CONSTRUCT A 5' VERTICAL WALL. CONTRACTOR
SHALL PROVIDE TEMP. SHORING AS REQD. TO
PROTECT TREES - SEE SOIL REPORT

57

STEEL BOLLARD - SEE B5/AS50158
6" CONCRETE SLAB INSIDE ENCLOSURE59
NOT USED60
EXISTING TRANSFORMER61
EXISTING GENERATOR62
TEMPORARY ASPHALT PATH
4' WIDE

63

REMOVE EXISTING LANDSCAPE64

   1.      CONSTRUCT ALL SCORE JOINTS FROM THE
            ARCHITECTURAL SITE PLAN. SCORE JOINTS
            SHOWN ON THE CIVIL DRAWINGS ARE FOR
            REFERENCE ONLY.

   2.      CONTRACTOR SHALL REVIEW ALL EXPANSION
            JOINT LOCATIONS WITH ARCHITECT PRIOR TO
            INSTALLATION. SEE CIVIL DRAWINGS FOR
            LOCATIONS.

   3.      INSTALL EXPANSION JOINTS @ 30'-0" O.C. MAX.
            THROUGHOUT.

   4.      SCORE JOINTS IN PAVING ARE TO MATCH THE
            PAVING WIDTH TYPICAL, UNLESS NOTED OR
            SHOWN OTHERWISE.

   5.      COORDINATE ALL SITE LIGHTING FIXTURE
            LOCATIONS WITH THE LANDSCAPE DRAWINGS.
            ALL SUCH LIGHTING SHALL BE STAKED FOR
            APPROVAL BY THE ARCHITECT PRIOR TO
            CONSTRUCTION.

   6.      CONTRACTOR SHALL BE RESPONSIBLE FOR
            DAMAGE TO ANY ITEMS OR UTILITIES NOT
            NOTED TO BE REMOVED AND SHALL BEAR THE
            COST OF REPAIR TO ORIGINAL CONDITION.

   7.      ALL CONSTRUCTION OPERATIONS SHALL NOT
            INTERFERE WITH OPERATIONS OF OR ACCESS
            TO FACILITIES UNLESS AGREED TO BY OWNER.
            NOR RESTRICT ACCESS ON THE PUBLIC R.O.W.
            TEMPORARY ENTRY CLOSURE TO BE APPROVED
            IN WRITING BY THE OWNER AND LOCAL
            JURISDICTION. COORDINATE ALL DEMOLITION
            WORK AND TIMES WITH THE OWNER.

   8.    THIS CONTRACTOR SHALL BE RESPONSIBLE TO
            PROTECT ALL EXISTING PLANT MATERIAL AND
            LANDSCAPE NOT SHOWN TO BE REMOVED.
            INSTALL A TEMPORARY FENCE AROUND THE
            DRIP LINE OF ALL TREES WHEN REQUIRED.

   9.    PROVIDE FOR FULL IRRIGATION COVERAGE
   OF THE ENTIRE AREA EFFECTED BY CONSTRUCTION.

            KEEP ALL LAWN AREA HEADS ON A SEPARATE
             CIRCUIT FROM SHRUB AREA HEADS.

   10.    THE EXISTING IRRIGATION SYSTEM TO REMAIN
            IN USE SHALL BE PATCHED AND REPAIRED AS
            NECESSARY.  MAINTAIN OPERATION OF THE
            EXISTING SYSTEM IN ORDER TO PROTECT
            EXISTING PLANT MATERIAL.

   11.    SEE CIVIL DRAWINGS FOR SITE HORIZONTAL
            LAYOUT.

   12.    ALL CONCRETE SITE WALLS TO HAVE AN
            ARCHITECTUAL CONCRETE FINISH.  RADIUS
            WALLS SHALL NOT BE SEGMENTED.

   13.    NEW CONCRETE MOWSTRIP AT ALUMNI
            CENTER TO MATCH PROFILE OF EXISTING
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SITE PLAN
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SITE DETAILS
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D1
DUMPSTER ENCLOSURE PLAN
3/8" = 1'-0"

C1
SITE SECTION
1/4" = 1'-0"

A4
STAIR SECTION
1/2" = 1'-0"

B1
GUARDRAIL DETAIL
1/2" = 1'-0"

A2
CONCRETE MOWSTRIP
1" = 1'-0"

A5
HANDRAIL DETAIL
1/2" = 1'-0"

B4
RETAINING WALL SECTION
1/2" = 1'-0"

B2
TRENCH DRAIN SECTION
3" = 1'-0"

C2
BOULDER WALL SECTION
1/2" = 1'-0"

B3
CONCRETE RETAINING WALL
1/2" = 1'-0"

A1
EXPANSION JOINT DETAIL
3" = 1'-0"

C3
STAIR SECTION / WALL ELEVATION
3/8" = 1'-0"

B5
STEEL BOLLARD DETAIL
1/2" = 1'-0"

D2
DUMPSTER ENCLOSURE ELEVATION
1/2" = 1'-0"

C5
ACCESSIBLE RAMP SECTION
3/8" = 1'-0"

A3
REVEAL DETIAL
3" = 1'-0"
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CODE AND LIFE
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SITE CODE AND LIFE SAFETY PLANC2 SCALE: 1/32" = 1'-0" AE001

LOWER LEVEL CODE AND LIFE SAFETY PLANA2 SCALE: 3/32" = 1'-0" AE001

1. REFER TO COVER SHEET FOR CODE DATA
2. CODE & LIFE SAFETY PLANS ARE BASED ON THE

2006 IBC.
3. BUILDING AND SITE SHALL COMPLY WITH/ IBC AND

ADAAG FOR ACCESSIBLE ROUTES, ENTRANCES AND
CLEARANCES AT DOORS.

FEC CLASS ABC FIRE EXTINGUISHER

72" door

EGRESS ACCESS PATH

REQUIRED EGRESS DOOR WIDTH

90 OPENING PROTECTION REQUIRED
(MINUTES)

EXIT TRAVEL DISTANCE

1-HOUR SHAFT ENCLOSURE

BARRIER -- 1 HOUR FIRE
RESISTIVE CONSTRUCTION

1

2 FDC

FIRE ALARM PANEL

FIRE HYDRANT58

IMAGINARY PROPERTY LINE61

ACCESSIBLE ROUTE

1 HOUR FIRE PROTECTED STRUCTURE.
INCLUDES  ROOF DECK, BEAMS &
COLUMNS.  PROVIDE SPRAY-ON
FIREPROOFING PER UL DESIGNS

: UL DESIGN NO. P732
: UL DESIGN NO. D916 (NO

SPRAY-ON FIREPROOFING REQ'D ON
3-1/2" NORMAL WT CONC. OVER
SPECIFIED 3" FLOOR DECK)

: UL DESIGN NO. X772, X771

INCIDENTAL USE STORAGE AREAS
NON-RATED SEPARATION COMPLYING
W/ TABLE 508.3.3 FOOTNOTE b WALLS
SHALL EXTEND TO UNDERSIDE OF DECK
ABOVE.  SEALED TO PREVENT PASSAGE
OF SMOKE.

BARRIER -- 2 HOUR FIRE
RESISTIVE CONSTRUCTION

AREA OF FM200 CLEAR AGENT FIRE
SUPPRESSION SYSTEM : REFER TO
MECH. DRAWINGS.  EXTEND WALLS TO
UNDERSIDE OF DECK.  SEAL WALLS TOP
& BOTTOM.  SEAL ALL PENETRATIONS
THROUGH WALLS.

7

4 2 2 1
1

14

2

3

18

4" door
PROVIDED: 32"

4" door
PROVIDED: 32"

2

PUBLIC WAY

1
58

58

58

6

1

111

TOTAL OCCUPANTS : 32
LOWER LEVEL

61

61

A-3
OCCUPANCY

B
OCCUPANCY

72'-0" TO
STAIR 3

81'-6" TO
STAIR 3

104'-0" TO
STAIR 2

60

60
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LEVEL ONE CODE AND LIFE SAFETY PLAND2 SCALE: 3/32" = 1'-0" AE002

LEVEL TWO CODE AND LIFE SAFETY PLANA2 SCALE: 3/32" = 1'-0" AE002

1

2 FDC

FIRE ALARM PANEL

EXIT TRAVEL DISTANCE

1-HOUR SHAFT ENCLOSURE

BARRIER -- 1 HOUR FIRE
RESISTIVE CONSTRUCTION

3 TYPICAL LOW MODULAR FURNITURE PANELS

6 ROOF ACCESS

EXTERIOR FREESTANDING ENTRY CANOPY59

AIR HANDLER60

FEC CLASS ABC FIRE EXTINGUISHER

72" door

EGRESS ACCESS PATH

REQUIRED EGRESS DOOR WIDTH

90 OPENING PROTECTION REQUIRED
(MINUTES)

ACCESSIBLE ROUTE

BARRIER -- 2 HOUR FIRE
RESISTIVE CONSTRUCTION

1. REFER TO COVER SHEET FOR CODE DATA
2. CODE & LIFE SAFETY PLANS ARE BASED ON THE

2006 IBC.
3. BUILDING AND SITE SHALL COMPLY WITH/ IBC AND

ADAAG FOR ACCESSIBLE ROUTES, ENTRANCES AND
CLEARANCES AT DOORS.

INCIDENTAL USE STORAGE AREAS
NON-RATED SEPARATION COMPLYING
W/ TABLE 508.3.3 FOOTNOTE b WALLS
SHALL EXTEND TO UNDERSIDE OF DECK
ABOVE.  SEALED TO PREVENT PASSAGE
OF SMOKE.

1 HOUR FIRE PROTECTED STRUCTURE.
INCLUDES  ROOF DECK, BEAMS &
COLUMNS.  PROVIDE SPRAY-ON
FIREPROOFING PER UL DESIGNS

: UL DESIGN NO. P732
: UL DESIGN NO. D916 (NO

SPRAY-ON FIREPROOFING REQ'D ON
3-1/2" NORMAL WT CONC. OVER
SPECIFIED 3" FLOOR DECK)

: UL DESIGN NO. X772, X771

2 HOUR FIRE BARRIER @ WALKWAY
CONNECTION TO THE ALUMNI CENTER, RE:
C5/AE501

101

AREA OF FM200 CLEAR AGENT FIRE
SUPPRESSION SYSTEM : REFER TO
MECH. DRAWINGS.  EXTEND WALLS TO
UNDERSIDE OF DECK.  SEAL WALLS TOP
& BOTTOM.  SEAL ALL PENETRATIONS
THROUGH WALLS.

2 HOUR ROOF ASSEMBLY103
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6" door
PROVIDED: 64"

4" door
PROVIDED: 64"

17" door
PROVIDED: 32"

17" door
PROVIDED: 32"

16" door
PROVIDED: 64"

16" door
PROVIDED: 64"

8" door
PROVIDED: 64"

3" door
PROVIDED: 32"

16" door
PROVIDED: 64"

16" door
PROVIDED: 64"

16" door
PROVIDED: 64"

21" door
PROVIDED: 32"

12" door
PROVIDED: 32"

OPEN OFFICE: 25

OPEN OFFICE: 26

OPEN OFFICE: 3

OPEN OFFICE: 6

OPEN OFFICE: 29

OPEN OFFICE: 23

OPEN OFFICE: 7

OPEN OFFICE: 7

ASSEMBLY: 526

2

1

74'-8" TO
NEAREST EXIT

81'
143'

3
3

3

12" door
PROVIDED: 32"

21" door
PROVIDED: 32"

3

3

20

20

20 20

20

TOTAL OCCUPANTS : 652
LEVEL ONE

3

18

5

1 1 1

RA
MP

RAMP
RAMP

RAMP

CONTINUING EDUCATION :  9
EXTERNAL PROGRAMS :  9
ADMIN ENROLLMENT :  55
CREDIT TEAM :  43
ASSEMBLY :  526
UTILITY/SUPPORT :  10

1
1

2 2

23

6

60

59

TOTAL OCCUPANTS : 230
LEVEL TWO

UNIVERSITY RELATIONS :  5
CAREER & TECHNICAL ED. :  8
ALUMNI DEVELOPMENT :  56
BREAK RM. :  44
CONF ROOMS 201 AND 209 :  44
UNIVERSITY DEVELOPMENT :  61
WORK ROOM :  2
MECHANICAL :  7
UTILITY/SUPPORT :  3

74'-10" TO
NEAREST EXIT

124'-2"

71'-0" TO
NEAREST EXIT

103'-4" TO
NEAREST EXIT

52'-0" COMMON PATH
OF EGRESS

48'-9" COMMON PATH
OF EGRESS

71' COMMON PATH OF EGRESS
242' TO EXTERIOR VIA STAIR  1

68' COMMON PATH OF EGRESS
239'-0" TO EXTERIOR VIA STAIR  1

70' COMMON PATH OF EGRESS
241 TO EXTERIOR VIA STAIR  1

246' TO EXTERIOR
VIA OPEN STAIR 1 158' TO STAIR  2

84' COMMON PATH OF EGRESS
255' TO EXTERIOR VIA STAIR 1

104' TO STAIR 2

101

101

60

60 60 60 60

60

4545

103
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LOWER LEVEL PLAN
0 4' 8' 16'

1/8" = 1'-0"

WORK SURFACE - SEE DETAIL A1/AE44154

SHEET WATERPROOFING AT BASEMENT &
ELEVATOR PIT FOUNDATION WALLS.
EXTEND 4'-0" PAST AT INTERIOR SECTIONS
W/ OTHER FOUNDATION WALLS.

62

CORNER GUARD64

1.  PLAN DIMENSIONS TO FACE OF STUD, CMU, BRICK OR
    CONCRETE U.N.O.
2. ALL KEYED NOTES LISTED APPLY TO THIS SHEET.
3. ALL PARTITIONS  ARE TYPE 1 U.N.O.  SEE AE601 FOR 

 PARTITION TYPE INFORMATION.
4. PROVIDE BACKING FOR WALL MOUNTED EQUIPMENT 

 AND CABINETS.
5. FOR CONTROL JOINT PLACEMENT IN ALL GYP. BD. 

 SURFACES SEE B2/AE601.
6. WATER RESISTANT GYP. BD. SHALL BE INSTALLED IN 

 ALL RESTROOMS, BOILER ROOM & JANITOR CLOSET 
 AREAS.  PROVIDE CEMENTITIOUS BACKER BOARD 
 BEHIND WALL TILE AREAS, TYP.

7. SEE REFLECTED CEILING PLANS FOR LOCATIONS OF 
 INTERIOR PARTITIONS EXTENDING TO UNDERSIDE OF
 DECK.

8. SEE SHEETS AE001 & AE002 FOR LOCATIONS OF FIRE 
 RATED WALLS AND OTHER CODE AND LIFE SAFETY 
 REQUIREMENTS.

9. RE:  PLUMBING PLANS FOR FLOOR DRAINS, SLOPE 
1/4" FOR 3' AT DRAINS.

RECYCLE STATION57

FD

000

WALL PARTITION TYPE SEE AE601,
SEE GENERAL NOTE #3

INDICATED WINDOW TYPE SEE AE630,
AE631 & AE632

XX

FIRE EXTINGUISHER CABINETFEC

FLOOR DRAIN, SEE PLUMBING
DRAWINGS

AD
AREA DRAIN, SEE CIVIL DRAWINGS

CONCRETE WALL

METAL STUD W/ BRICK VENEER

FILLER PANEL33

CORNER GUARD
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SCALE: 

LEVEL ONE PLAN
0 4' 8' 16'

1/8" = 1'-0"

7

9

LINE OF STRUCTURE ABOVE (CANOPY,
FLOOR, ETC.)

13 COPIER BY OWNER - N.I.C.

PAINT EXPOSED STEEL COLUMN44

11 LINE OF OPENING AT FLOOR ABOVE

FIRE PANEL, RECESSED

MECH/ELEC SHAFT, WALL TYPE 4 TYP.55

FREESTANDING SAFE BY OWNER - N.I.C.56

RECYCLE STATION57

WHITEBOARD 48" X 96" WITH
ALUMINUM FRAME & TRAY

63

CORNER GUARD64

DEDICATION PLAQUE69

LCD SCREEN - BY OWNER70

1.  PLAN DIMENSIONS TO FACE OF STUD, CMU, BRICK OR
    CONCRETE U.N.O.
2. ALL KEYED NOTES LISTED APPLY TO THIS SHEET.
3. ALL PARTITIONS  ARE TYPE 1 U.N.O.  SEE AE601 FOR 

 PARTITION TYPE INFORMATION.
4. PROVIDE BACKING FOR WALL MOUNTED EQUIPMENT 

 AND CABINETS.
5. FOR CONTROL JOINT PLACEMENT IN ALL GYP. BD. 

 SURFACES SEE B2/AE601.
6. WATER RESISTANT GYP. BD. SHALL BE INSTALLED IN 

 ALL RESTROOMS, BOILER ROOM & JANITOR CLOSET 
 AREAS.  PROVIDE CEMENTITIOUS BACKER BOARD 
 BEHIND WALL TILE AREAS, TYP.

7. SEE REFLECTED CEILING PLANS FOR LOCATIONS OF 
 INTERIOR PARTITIONS EXTENDING TO UNDERSIDE OF
 DECK.

8. SEE SHEETS AE001 & AE002 FOR LOCATIONS OF FIRE 
 RATED WALLS AND OTHER CODE AND LIFE SAFETY 
 REQUIREMENTS.

9. RE:  PLUMBING PLANS FOR FLOOR DRAINS, SLOPE 
 1/4" FOR 3' AT DRAINS.

10. ALL SHAFTS SHALL BE ENCLOSED WITH WALL TYPE 4
 INCLUDING TOP AND BOTTOM.  PROVIDE 6" SHAFT 
 WALL STUDS AT TOP AND BOTTOM.

FD

000

WALL PARTITION TYPE SEE AE601,
SEE GENERAL NOTE #3

INDICATED WINDOW TYPE SEE AE630,
AE631 & AE632

XX

FIRE EXTINGUISHER CABINETFEC

FLOOR DRAIN, SEE PLUMBING
DRAWINGS

AD
AREA DRAIN, SEE CIVIL DRAWINGS

CONCRETE WALL

METAL STUD W/ BRICK VENEER

GAS FIREPLACE INSERT71

REFRIGERATOR - BY OWNER50

UNDER COUNTER ICE MACHINE - BY OWNER51

DISH WASHER - BY OWNER72

EXPOSED TRAFFIC COATING MEMBRANE73

EXPANSION JOINT - EJ-174

EXPOSED TRAFFIC WATERPROOF
MEMBRANE

REMOVE EXISTING STORE FRONT ENTRY
TO ALUMNI BUILDING, PATCH WALLS,
CEILINGS.

83

ICE MACHINE BY OWNER, N.I.C.88

CORNER GUARD

47 25" DIA. METAL COVER WITH 1/2" REVEAL
@ 1'-6" O.C. (VERT.)

108 CONC. RETAINING WALL SEE STRUCTURAL

110 ADA ACUATOR

111 ADA ACUATOR IN STORE FRONT FRAMES

112 1-HR FIRE BARRIER, REFER TO CODE PLAN
SHEETS FOR EXTENT OF FIRE RATED
EXTRIOR WALL.  SEE C4/AE501

113 2-HR FIRE BARRIER, REFER TO CODE PLAN
SHEETS FOR EXTENT OF FIRE RATED
EXTRIOR WALL.  SEE C5/AE501
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6 ROOF ACCESS HATCH ABOVE

7 LINE OF STRUCTURE ABOVE (CANOPY,
FLOOR, ETC.)

10 STEEL ROOF ACCESS LADDER, WALL
MOUNTED - SEE DETAIL C5/AE505

13 COPIERS BY OWNER - N.I.C.

25" DIA. METAL COVER WITH 1/2" REVEAL
@ 1'-6" O.C. (VERT.)

47

VENDING MACHINE - BY OWNER49

REFRIGERATOR - BY OWNER50

UNDER COUNTER ICE MACHINE - BY OWNER51

MICROWAVE - BY OWNER52

MECHANICAL PAD - 6" CONC.53

MECH/ELEC SHAFT, WALL TYPE 4 TYP.55

RECYCLE STATION57

WHITEBOARD 48" X 96" WITH
ALUMINUM FRAME & TRAY

63

CORNER GUARD64

LCD SCREEN - BY OWNER70

1.  PLAN DIMENSIONS TO FACE OF STUD, CMU, BRICK OR
    CONCRETE U.N.O.
2. ALL KEYED NOTES LISTED APPLY TO THIS SHEET.
3. ALL PARTITIONS  ARE TYPE 1 U.N.O.  SEE AE601 FOR 

 PARTITION TYPE INFORMATION.
4. PROVIDE BACKING FOR WALL MOUNTED EQUIPMENT 

 AND CABINETS.
5. FOR CONTROL JOINT PLACEMENT IN ALL GYP. BD. 

 SURFACES SEE B2/AE601.
6. WATER RESISTANT GYP. BD. SHALL BE INSTALLED IN 

 ALL RESTROOMS, BOILER ROOM & JANITOR CLOSET 
 AREAS.  PROVIDE CEMENTITIOUS BACKER BOARD 
 BEHIND WALL TILE AREAS, TYP.

7. SEE REFLECTED CEILING PLANS FOR LOCATIONS OF 
 INTERIOR PARTITIONS EXTENDING TO UNDERSIDE OF
 DECK.

8. SEE SHEETS AE001 & AE002 FOR LOCATIONS OF FIRE 
 RATED WALLS AND OTHER CODE AND LIFE SAFETY 
 REQUIREMENTS.

9. RE:  PLUMBING PLANS FOR FLOOR DRAINS, SLOPE 
 1/4" FOR 3' AT DRAINS.

10. ALL SHAFTS SHALL BE ENCLOSED WITH WALL TYPE 4
 INCLUDING TOP AND BOTTOM.  PROVIDE 6" SHAFT 
 WALL STUDS AT TOP AND BOTTOM.

FD

000

WALL PARTITION TYPE SEE AE601,
SEE GENERAL NOTE #3

INDICATED WINDOW TYPE SEE AE630,
AE631 & AE632

XX

FIRE EXTINGUISHER CABINETFEC

FLOOR DRAIN, SEE PLUMBING
DRAWINGS

AD
AREA DRAIN, SEE CIVIL DRAWINGS

CONCRETE WALL

METAL STUD W/ BRICK VENEER

GAS FIREPLACE INSERT71

ROUGH IN ELECT. DATA FOR FUTURE
SMART BOARD - SEE ELECT. DRAWINGS

75

ROOF EXPANSION JOINT76

CORNER GUARD

MECHANICAL LOUVER104

16 TYPICAL ROOF DRAIN SUMP

SCALE: 

LEVEL TWO PLAN
0 4' 8' 16'

1/8" = 1'-0"
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SCALE: 

ROOF PLAN
0 4' 8' 16'

1/8" = 1'-0"

1.  ALL ELEVATIONS ARE DECK BEARING AND ARE 
 RELATIVE TO A DATUM ELEVATION OF 100'-0".  ROOF 
 SLOPES ARE CONSTANT BETWEEN ELEVATION 
 SYMBOLS.

2. ROOFING SYSTEM SHALL HAVE A LONG TERM 
 THERMAL RESISTANCE EQUAL TO R=30 MIN.

3. ROOF STRUCTURE IS SLOPED U.N.O.  WHERE SLOPE 
IS NOT PROVIDED BY STRUCTURE PROVIDE TAPERED 
INSULATION WITH A MINIMUM SLOPE OF 3/8" PER 
FOOT TO ROOF DRAINS. MAINTAIN 12" EXPOSED
PARAPET HEIGHT ABOVE ROOF SYSTEM & CRICKETS.

4. AT ALL ROOF TOP EQUIPMENT PROVIDE TAPERED 
 CRICKETS AT 3/8" PER FOOT MIN.

5. REFER TO THE PLUMBING DRAWINGS FOR PIPE VENT 
 QUANTITIES AND LOCATIONS.  SEE DETAIL A4/AE505.

6. REFER TO THE MECHANICAL DRAWINGS FOR 
 QUANTITIES AND SIZES OF ROOF PENETRATIONS AND
 MECHANICAL EQUIPMENT.  SEE DETAIL B4/AE505 FOR
 CURB DETAIL.

7. REFER TO THE STRUCTURAL DRAWINGS FOR 
 TYPICAL ROOF OPENING FRAMING.

8. ROOFING MEMBRANE SEAMS SHALL NOT RUN 
 THROUGH DRAIN SUMPS.

5 ROOF MONITOR

14 ROOF HATCH W/ GUARDRAIL

16 TYPICAL ROOF DRAIN SUMP

15 SLOPED, METAL ROOF

4 LOWER ROOF CANOPY

12 MECHANICAL EQUIPMENT - SEE MECH
DRAWING - RE: TO B4,B5/AE505

ROOF EXPANSION JOINT, REFER TO WALL
SECTIONS FOR DETAIL REFERENCES.

76

WALKWAY PADS - RE: A5/AE50577

AREA OF FLAT ROOF DECK BELOW
TAPERED INSULATION

AREA OF CRICKET & TAPERED
INSULATION - SLOPE MINIMUM 3/8"
PER FOOT

STANDING SEAM METAL ROOF

WALKWAY PADS - RE: A5/AE505

LOCATION OF MOMENT FRAME COLUMN
ABOVE ROOF DECK, SEE STRUCT.
PROVIDE 2" INSULATION MIN. AT THESE
LOCATIONS.  PROVIDE TAPERED
CRICKETS TO TRANSITION DOWN TO ROOF
STRUCT.

84

STANDING SEAM METAL COPING - TOP OF
CHIMNEY

102

115 RAISED ROOF STRUCTURE OVER ELEVATOR
SHAFT.
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SCALE: 

LOWER LEVEL REFLECTED CEILING PLAN
0 4' 8' 16'

1/8" = 1'-0"

  

1. NOTED CEILING HEIGHTS ARE FROM DESIGNATED
FINISH FLOOR ELEVATIONS.

2. ALL CEILINGS ARE TO BE SEISMICALLY BRACED. A
MINIMUM OF ONE BRACE REQUIRED IN ANY SPACE
OF 1,000 S.F. OR LARGER. SEE CEILING DETAILS
AE551.

3. RE: C1/AE551 FOR CEILING SUSPENSION DETAIL
BELOW DUCTWORK OR OTHER OBSTRUCTION.

4. PROVIDE 24" X 24" ACCESS DOOR IN HARD
CEILINGS BELOW ALL SERVICEABLE EQUIPMENT.
COORDINATE LOCATION W/ MECH. CONTRACTORS
FOR ACCESS TO FIRE SMOKE DAMPERS, VALVES,
BALANCE AND ETC.

5. LIGHT FIXTURES SHOWN FOR COORDINATION
PURPOSES ONLY . REFER TO ELECTRICAL DWGS
FOR LIGHT FIXTURE TYPES.

17 MECHANICAL  / ELECTRICAL CHASE ABOVE

18 BOILER FLUE CHASE ABOVE

BRACED FRAME

2' X 2' GRID CEILING
W/ ACOUSTICAL CEILING TILES

2' X 4' GRID CEILING
W/ ACOUSTICAL CEILING TILES

GYPSUM BOARD

WALL TO STRUCTURE ABOVE

C3

C2

C1

OPEN TO STRUCTURE - SEE
FINISH SCHEDULE

O.T.S.

1 X 4 LIGHT FIXTURE

2 X 4 LIGHT FIXTURE

2 X 2 LIGHT FIXTURE

PENDENT LIGHT FIXTURE

RECESSED CAN LIGHT FIXTURE

STRIP LIGHT FIXTURE

WALL MOUNTED LIGHT FIXTURE

EXTEND SHAFT ENCLOSURE BELOW LEVEL
ONE FLOOR SLAB MINIMUM 30".  PROVIDE
6" - 1 HOUR HORIZONTAL SHAFT WALL
CONSTRUCTION AT BOTTOM OF SHAFT

85

EXIT SIGNAGE

EXHAUST AIR DUCT

SUPPLY AIR DIFFUSER

RETURN AIR GRILLE

EXTERIOR WALL SCONCE

PENDANT LIGHT FIXTURE
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SCALE: 

LEVEL ONE REFLECTED CEILING PLAN
0 4' 8' 16'

1/8" = 1'-0"

  

1. NOTED CEILING HEIGHTS ARE FROM DESIGNATED
FINISH FLOOR ELEVATIONS.

2. ALL CEILINGS ARE TO BE SEISMICALLY BRACED. A
MINIMUM OF ONE BRACE REQUIRED IN ANY SPACE
OF 1,000 S.F. OR LARGER. SEE CEILING DETAILS
AE551.

3. RE: C1/AE551 FOR CEILING SUSPENSION DETAIL
BELOW DUCTWORK OR OTHER OBSTRUCTION.

4. PROVIDE 24" X 24" ACCESS DOOR IN HARD
CEILINGS BELOW ALL SERVICEABLE EQUIPMENT.
COORDINATE LOCATION W/ MECH. CONTRACTORS
FOR ACCESS TO FIRE SMOKE DAMPERS, VALVES,
BALANCE AND ETC.

5. LIGHT FIXTURES SHOWN FOR COORDINATION
PURPOSES ONLY . REFER TO ELECTRICAL DWGS
FOR LIGHT FIXTURE TYPES.

CEILING RECESSED MOTORIZED
PROJECTION SCREEN - 10'-0" WIDE RE:
B1/AE551

66

BRACED FRAME

2' X 2' GRID CEILING
W/ ACOUSTICAL CEILING TILES

2' X 4' GRID CEILING
W/ ACOUSTICAL CEILING TILES

GYPSUM BOARD

WALL TO STRUCTURE ABOVE

C3

C2

C1

O.T.S.

1 X 4 LIGHT FIXTURE

2 X 4 LIGHT FIXTURE

2 X 2 LIGHT FIXTURE

PENDENT LIGHT FIXTURE

RECESSED CAN LIGHT FIXTURE

STRIP LIGHT FIXTURE

WALL MOUNTED LIGHT FIXTURE

EXHAUST AIR DUCT

SUPPLY AIR DIFFUSER

RETURN AIR GRILLE

OPEN TO STRUCTURE - SEE
FINISH SCHEDULE

PAINTED EXTERIOR GYP. BD. SOFFIT86

EXIT SIGNAGE

EXTERIOR WALL SCONCE

PENDANT LIGHT FIXTURE

76 ROOF EXPANSION JOINT, REFER TO WALL
SECTIONS FOR DETAIL REFERENCES.

ROLLER SHADE - SURFACE MOUNTED,
MANUAL SEE WINDOW TYPES AE630-AE632
FOR SIZE OF WINDOWS

67

ROLLER SHADE - SURFACE MOUNTED,
MANUAL W/ BLACKOUT SHADE SEE
WINDOW TYPES AE630-AE632 FOR SIZE OF
WINDOWS

68

114 CEILING HEIGHT RELATIVE TO FINISH FLOOR
ELEVATION 101'-3".
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SCALE: 

LEVEL TWO REFLECTED CEILING PLAN
0 4' 8' 16'

1/8" = 1'-0"

  

1. NOTED CEILING HEIGHTS ARE FROM DESIGNATED
FINISH FLOOR ELEVATIONS.

2. ALL CEILINGS ARE TO BE SEISMICALLY BRACED. A
MINIMUM OF ONE BRACE REQUIRED IN ANY SPACE
OF 1,000 S.F. OR LARGER. SEE CEILING DETAILS
AE551.

3. RE: C1/AE551 FOR CEILING SUSPENSION DETAIL
BELOW DUCTWORK OR OTHER OBSTRUCTION.

4. PROVIDE 24" X 24" ACCESS DOOR IN HARD
CEILINGS BELOW ALL SERVICEABLE EQUIPMENT.
COORDINATE LOCATION W/ MECH. CONTRACTORS
FOR ACCESS TO FIRE SMOKE DAMPERS, VALVES,
BALANCE AND ETC.

5. LIGHT FIXTURES SHOWN FOR COORDINATION
PURPOSES ONLY . REFER TO ELECTRICAL DWGS
FOR LIGHT FIXTURE TYPES.

BRACED FRAME

2' X 2' GRID CEILING
W/ ACOUSTICAL CEILING TILES

2' X 4' GRID CEILING
W/ ACOUSTICAL CEILING TILES

GYPSUM BOARD

WALL TO STRUCTURE ABOVE

C3

C2

C1

O.T.S.

1 X 4 LIGHT FIXTURE

2 X 4 LIGHT FIXTURE

2 X 2 LIGHT FIXTURE

PENDENT LIGHT FIXTURE

RECESSED CAN LIGHT FIXTURE

STRIP LIGHT FIXTURE

WALL MOUNTED LIGHT FIXTURE

TRACK LIGHT FIXTURE

SURFACE MOUNTED FIXTURE

EXHAUST AIR DUCT

SUPPLY AIR DIFFUSER

RETURN AIR GRILLE

OPEN TO STRUCTURE - SEE
FINISH SCHEDULE

PAINTED EXTERIOR GYP. BD. SOFFIT86

EXIT SIGNAGE

PENDANT LIGHT FIXTURE

6 ROOF ACCESS

ROLLER SHADE - SURFACE MOUNTED,
MANUAL SEE WINDOW TYPES AE630-AE632
FOR SIZE OF WINDOWS

67

CLERESTORY RCPA3 SCALE: 1/8" = 1'-0" AC102
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NORTH ELEVATIOND1 SCALE: 1/8" = 1'-0" AE201

1. SEE FLOOR PLANS AE630, AE631 & AE632 FOR 
INFORMATION ON SCHEDULED WINDOW TYPES.

BRICK

BRICK, SOLDIER COURSE

SPANDREL GLAZING

1 BRICK

2 PRECAST COPING

3

4 SCHEDULED GLAZING SYSTEM

6

7 PRE-FINISHED METAL CAP

8 PRE-FINISHED METAL ROOF PANELS

9 EXTERIOR BRICK CANOPY

10 25" DIA WRAPPED METAL COLUMNS WITH 1/2"
REVEAL @ 1'-6" O.C.

14 EXISTING LINDQUIST ALUMNI CENTER

16 BRICK, SOLDIER COURSE

17 PRE-FINISHED METAL WALL PANELS

PRE-FINISHED METAL FASCIA18

20

13 METAL SIGN LETTERS

MASONRY CONTROL JOINT22

VERTICAL MORTAR JOINT23

15 STAINLESS STEEL GUARDRAIL - REFER TO
SITE DETAILS

STL SHELF ANGLE W/BACKER ROD AND
SEALANT - SEE WALL SECTIONS FOR
ELEVATIONS

STAINLESS STEEL HANDRAIL, RE: A4, A5/AS50

EXPANSION JOINT - EJ-124

BRICK SCREEN WALL - SEE SITE PLAN RE:
E5/AE505

EAST ELEVATIONA1 SCALE: 1/8" = 1'-0" AE201
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BRICK

BRICK, SOLDIER COURSE

SPANDREL GLAZING

1. SEE FLOOR PLANS AE630, AE631 & AE632 FOR 
INFORMATION ON SCHEDULED WINDOW TYPES.

1 BRICK

2 PRECAST COPING

3

4 SCHEDULED GLAZING SYSTEM

5 HOLLOW METAL FIRE RATED GLAZING
SYSTEM

6

7 PRE-FINISHED METAL CAP

8 PRE-FINISHED METAL ROOF PANELS

9 EXTERIOR BRICK CANOPY

10 25" DIA WRAPPED METAL COLUMNS WITH 1/2"
REVEAL @ 1'-6" O.C.

11 MECHANICAL LOUVERS - REFER TO B1/AE521

12 ALUM. PANEL

13

14 EXISTING LINDQUIST ALUMNI CENTER

16 BRICK, SOLDIER COURSE

17 PRE-FINISHED METAL WALL PANELS

PRE-FINISHED METAL FASCIA18

EXPOSED FOUNDATION WALL19

20

RAMP - SEE SITE PLAN21

MASONRY CONTROL JOINT22

15 STAINLESS STEEL GUARDRAIL - REFER TO
SITE DETAILS

METAL SIGN LETTERS

STL SHELF ANGLE W/BACKER ROD AND
SEALANT - SEE WALL SECTIONS FOR
ELEVATIONS

STAINLESS STEEL HANDRAIL, RE: A4, A5/AS50

EXPANSION JOINT - EJ-124

BRICK SCREEN WALL - SEE SITE PLAN RE:
E5/AE505

SOUTH ELEVATIOND1 SCALE: 1/8" = 1'-0" AE202

WEST ELEVATIONA1 SCALE: 1/8" = 1'-0" AE202
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BUILDING SECTION EAST WESTD1 SCALE: 1/8" = 1'-0" AE301

BUILDING SECTION EAST WESTA1 SCALE: 1/8" = 1'-0" AE301

1. REFER TO CEILING PLANS FOR CEILING HEIGHTS.
2. REFER TO CELING PLANS FOR INTERIOR WALLS

EXTENDING TO UNDERSIDE OF DECK.
3. REFER TO WALL SECTIONS FOR EXTERIOR WALL

COMPOSITION.
4. REFER TO STRUCTURAL DRAWINGS FOR

FOOTINGS, FOUNDATION DIMENSIONS AND
DETAILS.

5. REFER TO ROOF PLAN FOR REQUIRED SLOPE AND
ROOF STRUCTURE AND AREAS OF TAPERED
INSULATION.



T.O.P.
EL. 131'-8"

LEVEL 2
EL. 114'-8"

LEVEL 1
EL. 100'-0"

T.O.M.
EL. 131'-4"

H G F E D C B A

STORAGE ROOM
019

HALLWAY
000

ROOM
004

IT WORK/
STORAGE SERVER

OFFICE
003

CUSTODIAL
BOILER ROOM

002

WORK STATION
110

LIAISON/
PROGRAM MGR.

WORK STATION
110

LIAISON/
PROGRAM MGR.

OFFICE
102J

ADVISING
STATION

102

STUDENT
WORK

WORK STATION
102

IT

WORK STATION
202

DIRECTOR
OFFICE

202H

DIRECTOR
ROOM

209

CONFERENCE
ROOM

208

BREAKCORRIDOR

LOWER LEVEL
EL. 86'-6"

ROOM
108

WOMENS
TOILET

ROOM
211

WOMENS
TOILET

STATION
102

STUDENT
WORK

STATION
102

STUDENT
WORK

STATION
202

STUDENT
WORK

STATION
202

STUDENT
WORK

STATION
202

STUDENT
WORK

JJ.7KL

ROOM
110B

CONFERENCE

A4
AE310

SIM

WATERPROOFING AND
PROTECTION BOARD

WATERPROOFING AND
PROTECTION BOARD

LEVEL 2
EL. 114'-8"

LEVEL 1
EL. 100'-0"

J

T.O.M.
EL. 131'-4"

H G F E D C B A

HALLWAY
000

HALLWAY
000

FAN ROOM
213

ELEV. CONTROL
012

REGISTRATION/WAITING AREA
100

FILE STRG
110

OPEN OFFICE
STATION

110

STAFF WORK
WORK STATION

110

LIASON/
PROGRAM MGR.

LOWER LEVEL
EL. 86'-6"

AREA
100B

ASSEMBLY
PRE-FUNCTION

HALLWAY
200

CORRIDOR

J.7KL

VESTIBULE
100A

ENTRY

T.O.P.
EL. 131'-8"

A1
AE314

A3
AE311

SIM.

WATERPROOFING AND
PROTECTION BOARD

WATERPROOFING AND
PROTECTION BOARD
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BUILDING SECTION NORTH SOUTHD1 SCALE: 1/8" = 1'-0" AE302

BUILDING SECTION NORTH SOUTHA1 SCALE: 1/8" = 1'-0" AE302

1. REFER TO CEILING PLANS FOR CEILING HEIGHTS.
2. REFER TO CELING PLANS FOR INTERIOR WALLS

EXTENDING TO UNDERSIDE OF DECK.
3. REFER TO WALL SECTIONS FOR EXTERIOR WALL

COMPOSITION.
4. REFER TO STRUCTURAL DRAWINGS FOR

FOOTINGS, FOUNDATION DIMENSIONS AND
DETAILS.

5. REFER TO ROOF PLAN FOR REQUIRED SLOPE AND
ROOF STRUCTURE AND AREAS OF TAPERED
INSULATION.



LEVEL 2
EL. 114'-8"

LEVEL 1
EL. 100'-0"

J

ROOFING SYSTEM

6" STRUCTURAL STUD FRAMING

SCHEDULED CEILING

SCHEDULED ALUMINUM GLAZING SYSTEM

MASONRY VENEER SOLDIER COURSE

CONCRETE ON METAL DECK
RE: STRUCTURAL

SCHEDULED CEILING

CONCRETE SLAB ON GRADE

2" RIGID PERIMETER
INSULATION

CONC. FOUNDATION &
FOOTING, RE: STRUC.

9'-
4"

9'-
4"

STRUCTURAL STUD BRACING

T.O.M.
EL. 126'-8" 3 5/8" METAL STUD

BRACING @ 4' O.C., TYP.

COLD FORMED TRUSS @ 2'-0" O.C. MIN., TYP.

A2
AE511

C5
AE511

A-SCWL01

3'-
4"

STANDING SEAM METAL WALL PANEL OVER
WATER PROOF UNDERLAYMENT

GLASS MAT SHEATHING

3/4" PLYWOOD SHEATHING

6"

T.O.TRUSS @ L.P.
EL. 129'-3"

B.O. COLD

EL. 126'-9 1/2"
FORMED TRUSS

FIRE SAFING

SCHEDULED ALUMINUM
GLAZING SYSTEM

2'-0"

1 1/2" RIGID INSULATION

AIR BARRIER OVER 1/2" GLASS
MAT SHEATHING, TYP.

STEEL BEAM
RE: STRUCTURAL

3'-8"

PAINTED EXTERIOR GYP. BOARD
SOFFIT OVER HAT CHANNELS

9'-
4"

8'-
8"

3'-
4"

8'-
8"

STEEL LEDGER ANGLE

STEEL SHELF ANGLE, TYP.

BRICK VENEER

T.O. BRICK BLW .

EL. 114'-0"
SHELF ANGLE
EL. 114'-0"

ADMIN.
101

CONT. ED.

ROOM
201

CONFERENCE

TRUSS @ H.P.
EL. 136'-3"

T.O. COLD FORMED

E1
AE505

E2
AE505

E3
AE505

E4
AE505

D4
AE520

D4
AE511

A2
AE521

D5
AE505

1 1/2" RIGID INSULATION

6" STRUCTURAL STUD FRAMING

4" GRAVEL BED

SOFFIT VENTS
PER CODE

C4
AE511

9" BATT INSULATION ON STICK PINS

E1
AE520

C2
AE511

(TYP. REINF.
ALL VENEER)

WING WALL, BEYOND

LEVEL 2
EL. 114'-8"

LEVEL 1
EL. 100'-0"

T.O.M.
EL. 126'-8"

J

6'-
0"

6'-
0"

SEE A2/AE310 FOR
ADDITIONAL INFORMATION

2 1/2" METAL STUD
FRAMING
SCHEDULED CEILING

SCHEDULED ALUMINUM
GLAZING SYSTEM

CONCRETE ON
METAL DECK,
RE: STRUCTURAL

SCHEDULED CEILING

CONCRETE SLAB ON GRADE

2" RIGID PERIMETER
INSULATION

CONC. FOUNDATION &
FOOTING, RE: STRUC.

3'-
4"

3'-
4"

A3
AE511

2'-0"

6"

SCHEDULED ALUMINUM
GLAZING SYSTEM

D3
AE520

C3
AE520

B4
AE520

D3
AE520

OFFICE
202A

ASST. VICE
PRESIDENT

ROOM
102A

MEETING

A3
AE521

C3
AE520

4" GRAVEL BED

2 1/2" METAL STUD FRAMING

GYP. BOARD

2 1/2" METAL STUD FRAMING

GYP. BOARD

LEVEL 2
EL. 114'-8"

LEVEL 1
EL. 100'-0"

EAVE
EL. 126'-8"

J

6" STRUCTURAL
STUD FRAMING

SCHEDULED CEILING

SCHEDULED
ALUMINUM
GLAZING SYSTEM

BRICK VENEER
SOLDIER COURSE

CONCRETE ON
METAL DECK

SCHEDULED CEILING

SCHEDULED
ALUMINUM
GLAZING SYSTEM

CONCRETE SLAB
ON GRADE

2" RIGID PERIMETER
INSULATION

CONC.  FOUNDATION &
FOOTING, RE: STRUC.

3 5/8" METAL STUD
BRACING @ 4' 0.C., TYP.

J.7

C5
AE511

2'-0"

3'-
4"

FIRE SAFING

E-LEARNING TEAM
102

ADMIN. ENROLLMENT
SERVICES

SERVICES
202

ALUMNI
DEVELOPMENT

BATT INSULATION

6"

SEE A2/AE310 FOR
ADDITIONAL
INFORMATION

BRICK VENEER

1 1/2" RIGID INSULATION

AIR BARRIER OVER 1/2"
GLASS MAT SHEATHING

STEEL SHELF ANGLE, TYP.

T.O. BRICK BLW .

EL. 114'-0"
SHELF ANGLE
EL. 114'-0"

A2
AE511

E1
AE520

C4
AE511

D4
AE520

D4
AE511

A2
AE521

6" STRUCTURAL
STUD FRAMING

4" GRAVEL BED

3 5/8" METAL STUD
BRACING @ 4' O.C., TYP.

C2
AE511

(TYP. REINF.
ALL VENEER)

LEVEL 2
EL. 114'-8"

LEVEL 1
EL. 100'-0"

T.O.P.
EL. 131'-8"

12

ROOFING SYSTEM

6" STRUCTURAL STUD FRAMING

SCHEDULED CEILING

GYP. BOARD, RE: B3/AE520

CONCRETE ON METAL DECK
RE: STRUCTURAL

SCHEDULED CEILING

SCHEDULED ALUMINUM GLAZING
SYSTEM

CONCRETE SLAB ON GRADE

2" RIGID PERIMETER INSULATION

CONCRETE FOUNDATION &
FOOTING, RE: STRUCTURAL

STEEL BEAM
RE: STRUCTURAL

STRUCTURAL STUD BRACING @ 4'

3'-
4"

3'-
4"

8"VARIES

8"VARIES

A-SCWL05

PRE-FINISHED METAL COPING

RIGID INSULATION

STEEL ROOF DECK
-RE: STRUCTURAL
STEEL BEAM
-RE: STRUCTURAL

BATT INSULATION

SCHEDULED ALUMINUM GLAZING
SYSTEM

GYP. BOARD

3 5/8" METAL STUD FRAMING

STRUCTURAL STUD BRACING @ 4'

GYP. BOARD

BATT INSULATION

SERVICES
202

ALUMNI
DEVELOPMENT

E-LEARNING TEAM
102

ADMIN ENROLLMENT
SERVICES/

2'-0"

E3
AE520

B4
AE520

SIM.

A3
AE511

SIM.

D3
AE520

SIM.

SIM.

4" GRAVEL BED

3 5/8" METAL STUDS

GYP. BOARD,  RE: B3/AE520

1.   PROVIDE AIR BARRIER AT THE EXTERIOR OF GLASS 
MAT SHEATHING, TYP., FLASHED TO WALL 
OPENINGS AND TIED TO ROOF MEMBRANE.

2. PROVIDE VAPOR RETARDER AT INSIDE FACE OF 
STRUCTURAL STUD, TYP.  TAPE ALL JOINTS AND 
PENETRATIONS.

3.  PROVIDE WEEP HOLES AT 16" O.C. TYP. ABOVE ALL 
 OPENINGS AND AT SHELF ANGLES.

4.  BATT INSULATION AT WALLS SHALL BE R=19.
5. ABOVE DECK ROOF INSULATION SHALL BE R=30.
6. BELOW DECK BATT INSULATION SHALL BE R=38 @ 

ADD ALT. #2.
7. PROVIDE FOUNDATION DRAIN AT PERIMETER OF 

BASEMENT SEE DETAIL A4/AE511.  REFER TO CIVIL 
FOR ELEVATIONS.

8. REFER TO REFLECTED CEILING PLANS FOR 
SCHEDULED CEILING INFORMATION.

9. REFER TO REFLECTED CEILING PLANS FOR 
ROLLER SHADE LOCATIONS.

10. REFER TO FLOOR PLANS FOR WINDOW
SCHEDULE/WINDOW TYPE DESIGNATIONS.  REFER
TO AE630, AE631 & AE632 FOR WINDOW TYPES.

11.  REFER TO CODE PLAN SHEETS FOR EXTENT OF 
FIRE RATED EXTERIOR WALLS.
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WALL SECTIONA2 SCALE: 1/2" = 1'-0" AE310

WALL SECTIONA3 SCALE: 1/2" = 1'-0" AE310

WALL SECTIONA4 SCALE: 1/2" = 1'-0" AE310

WALL SECTIONA1 SCALE: 1/2" = 1'-0" AE310



T.O.M.
EL. 116'-0"

T.O.P.
EL. 116'-4"

AREA
115C

SERVING

DEVELOPMENT
216

UNIVERSITY

ROOM
115

ASSEMBLY/
CONFERENCE

AB

LEVEL 1
EL. 100'-0"

T.O.M.
EL. 31'-4"

T.O.P.
EL. 131'-8"

6'-
0"

3'-
4"

ROOFING SYSTEM

6" STRUCTURAL
STUD FRAMING

SCHEDULED CEILING

SCHEDULED
ALUMINUM

GLAZING SYSTEM

CONCRETE ON
METAL DECK

RE: STRUCTURAL

SCHEDULED CEILING

COLUMN, BEYOND

CONCRETE SLAB
ON GRADE

CONC. FOUNDATION &
FOOTING, RE: STRUC.

TRUCTURAL STUD BRACING

MASONRY VENEER
SOLDIER COURSE

PARAPET, BEYOND

B1
AE511

D4
AE511

B1
AE511

A1
AE511

E1
AE511

A-SCWL08

PRE-FINISHED METAL
COPING

BRICK VENEER

1 1/2" RIGID INSULATION

AIR BARRIER OVER GLASS MAT SHEATHING

BATT INSULATION

SPRAY-ON FIRE PROOFING,
RE: CODE PLANS

GYP. BOARD

LEVEL 2
EL. 114'-8"

SPRAY-ON FIRE PROOFING
RE: CODE PLANS

2" RIGID PERIMETER
INSULATION

GYP. BOARD

BATT INSULATION

6" STRUCTURAL STUD
FRAMING

AIR BARRIER OVER
1/2" GLASS MAT
SHEATHING

1 1/2" RIGID
INSULATION

BRICK VENEER

PRE-FINISHED
METAL COPING

ROOF DRAIN
RE: PLUMBING

E4
AE511

D4
AE520

6" STRUCTURAL
STUD FRAMING

4" GRAVEL BED

2'-
0"

C2
AE511

(TYP. REINF.
ALL VENEER)

STRUCTURAL STUD
BRACING, TYP.

STRUCTURAL STUD
BRACING

LEVEL 1
EL. 100'-0"

T.O.M.
EL. 131'-4"

T.O.P.
EL. 131'-8"

GRID

LEVEL 2
EL. 114'-8"

LOWER LEVEL
EL. 86'-6"

ROOFING SYSTEM

SCHEDULED CEILING

BRICK VENEER

CONC. FOUNDATION &
FOOTING, RE: STRUC.

A-SCWL06

A4
AE511

1 1/2" RIGID INSULATION

6" STRUCTURAL
STUD FRAMING

6" STRUCTURAL
STUD FRAMING

AIR BARRIER OVER
GLASS MAT SHEATHING

SPRAY-ON FIREPROOFING
RE: CODE PLANS

REFER TO SHEET
AE402

FOR STAIR INFORMATION

R-13 BATT INSULATION

3 5/8" METAL STUDS

GYP. BOARD

SPRAY-ON FIREPROOFING
RE: CODE PLANS

STAIR 2
199

4" GRAVEL BED

GRAVEL FILL, SEPARATED
WITH GEOTEXTILE FABRIC

3'-0"

2 NO INSULATION

ANCHOR STUDS AT BEAM

C2
AE511

(TYP. REINF.
ALL VENEER)

D3
AE511

TYP.

STRUCTURAL STUD
BRACING, TYP.

B

LEVEL 1
EL. 100'-0"

LEVEL 2
EL. 114'-8"

T.O.M.
EL. 131'-4"

T.O.P.
EL. 131'-8"

LEVEL 1
EL. 86'-6"

ROOFING SYSTEM

6" STRUCTURAL
STUD FRAMING

MECHANICAL LOUVERS
RE: B1/AE521

BRICK VENEER
SOLDIER COURSE

CONCRETE ON
METAL DECK

SCHEDULED CEILING
HOLLOW METAL WINDOW
W/ FIRE RATED GLAZING.
SEE WINDOW TYPES

12" GRAVEL

2" Ø WEEP
HOLES @ 12"
O.C. W/FILTER
FABRIC

BATT INSULATION

B1
AE511

A1
AE511

PROTECTION
BOARD OVER
WATERPROOF
MEMBRANE

A-SCWL09

ROOM
019

STORAGE

TEAM
110

CREDIT

HANDLER
213

AIR

CONC. STAIR
TREAD

CHILLER
YARD

HANDRAIL, RE: A5/AS501
GUARDRAIL
RE: B1/AS501GYP. BOARD

PRE-FINISHED
METAL COPING

METAL SHELF ANGLE

AIR BARRIER OVER
5/8" GLASS MAT
INSULATION.  1-HR
WALL CONSTRUCTION
UL #U425

1 1/2" RIGID INSULATION
BRICK VENEER

SPRAY-ON FIREPROOFING
RE: CODE PLANS

A4
AE511

D1
AE521

E1
AE521

SIM.

E1
AE520

D4
AE520

6" GRAVEL

3/4" CHAMFER

C2
AE511

(TYP.
REINF. ALL
VENEER)

STUD BRACE @ 4'

GRID

1'-10"

6'-
0"

ROOFING SYSTEM

STRUCTURAL STUD
FRAMING

SCHEDULED CEILING

ALUMINUM WINDOW
SYSTEM

BRICK VENEER
SOLDIER COURSE

CONCRETE ON
METAL DECK

SCHEDULED CEILING

SCHEDULED ALUMINUM
GLAZING SYSTEM

CONCRETE SLAB ON
METAL DECK

CONC. FOUNDATION
& FOOTING,
RE: STRUCTURAL

STRUCTURAL BEAM
RE: STRUCTURAL

BRICK VENEER
SOLDIER COURSE

3'-
4"

D4
AE511

B1
AE511

A2
AE511

A-SCWL04

ROOM
019

STORAGE

GYP. BOARD9'-
4"

8'-
8"

8'-
0"

5'-
4"

TEAM
110

CREDIT

BREAKROOM
208

PRE-FINISHED METAL
COPING

CONCRETE SLAB ON
GRADE

A4
AE511

AIR BARRIER OVER
1/2" GLASS MAT

SHEATHING

SIM.

E4
AE511

D4
AE520

C4
AE511

E1
AE520

C5
AE511

4" GRAVEL BED

STRUCTURAL STUD
BRACING, TYP.

3'-0"

C2
AE511

(TYP. REINF.
ALL VENEER)

1.   PROVIDE AIR BARRIER AT THE EXTERIOR OF GLASS 
MAT SHEATHING, TYP., FLASHED TO WALL 
OPENINGS AND TIED TO ROOF MEMBRANE.

2. PROVIDE VAPOR RETARDER AT INSIDE FACE OF 
STRUCTURAL STUD, TYP.  TAPE ALL JOINTS AND 
PENETRATIONS.

3.  PROVIDE WEEP HOLES AT 16" O.C. TYP. ABOVE ALL 
 OPENINGS AND AT SHELF ANGLES.

4.  BATT INSULATION AT WALLS SHALL BE R=19.
5. ABOVE DECK ROOF INSULATION SHALL BE R=30.
6. BELOW DECK BATT INSULATION SHALL BE R=38 @ 

ADD ALT. #2.
7. PROVIDE FOUNDATION DRAIN AT PERIMETER OF 

BASEMENT SEE DETAIL A4/AE511.  REFER TO CIVIL 
FOR ELEVATIONS.

8. REFER TO REFLECTED CEILING PLANS FOR 
SCHEDULED CEILING INFORMATION.

9. REFER TO REFLECTED CEILING PLANS FOR 
ROLLER SHADE LOCATIONS.

10. REFER TO FLOOR PLANS FOR WINDOW
SCHEDULE/WINDOW TYPE DESIGNATIONS.  REFER
TO AE630, AE631 & AE632 FOR WINDOW TYPES.

11.  REFER TO CODE PLAN SHEETS FOR EXTENT OF 
FIRE RATED EXTERIOR WALLS.
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WALL SECTIONA5 SCALE: 1/2" = 1'-0" AE311

WALL SECTIONA1 SCALE: 1/2" = 1'-0" AE311

WALL SECTIONA3 SCALE: 1/2" = 1'-0" AE311

WALL SECTIONA4 SCALE: 1/2" = 1'-0" AE311



LEVEL 2
EL. 114'-8"

LEVEL 1
EL. 100'-0"

T.O.P.
EL. 131'-8"

3

ROOFING SYSTEM
6" STRUCTURAL
STUD FRAMING

SCHEDULED CEILING

SCHEDULED ALUMINUM
GLAZING SYSTEM

1 1/2" RIGID INSULATION

CONCRETE ON
METAL DECK

SCHEDULED CEILING

CONCRETE SLAB ON GRADE
2" RIGID PERIMETER
INSULATION

CONC. FOUNDATION &
FOOTING, RE: STRUC.

3 5/8" METAL STUD
BRACING @ 4' O.C., TYP.

3'-
4"

6'-
0"

3'-
4"

6'-
0"

T.O. BEAM
EL. 111'-4"

PAINTED EXTERIOR
GYP. BOARD SOFFIT

LEDGER ANGLE

B1
AE511

A1
AE511

A-SCWL12

BRICK VENEER
SOLDIER COURSE

AIR BARRIER OVER 1/2"
GLASS MAT SHEATHING

1'-
7"

3'-
4"

GYP. BOARD

GYP. BOARD

SPRAY-ON FIREPROOFING
RE: CODE PLANS

ROOM
115

ASSEMBLY/
CONFERENCE

DEVELOPMENT
216

UNIVERSITY

T.O.M.
EL. 112'-8"

T.O.P.
EL. 113'-7"

11
"

SCHEDULED ALUMINUM
GLAZING SYSTEM

C4
AE511

D4
AE520

D4
AE511

B1
AE505

A2
AE521

SIM.

D4
AE520

T.O.M.
EL. 131'-4"

TYP.

SIM.

B.O.M.
EL. 109'-4"

C2
AE511

(TYP. REINF.
ALL VENEER)

CONCRETE WALL, RE:
LANDSCAPE DRAWINGS

1'-
4"

2 1/2" METAL STUDS

SIM.

E4
AE511

6" STRUCTURAL
STUD FRAMING

2" RIGID PERIMETER
INSULATION

CONC. FOUNDATION &
FOOTING, RE: STRUC.

ROOFING SYSTEM

SCHEDULED CEILING

SCHEDULED
ALUMINUM GLAZING
SYSTEM

ROOF SYSTEM

SCHEDULED CEILING

SCHEDULED
ALUMINUM
GLAZING SYSTEM

CONCRETE SLAB
ON GRADE

STRUCTURAL STUD BRACING

9'-
4"

6'-
0"

3'-
4"

CONCRETE SLAB ON
METAL DECK

C5
AE511

A2
AE511

A-SCWL07

SEE A2/AE310 FOR
ADDITIONAL INFORMATION

PAINTED EXTERIOR
GYP. BOARD SOFFIT

ADMIN.
101

CONTINUING
EDUCATION

2'-0"

C4
AE505

C4
AE511

D4
AE520

E1
AE520

D4
AE511

A2
AE521

SIM.

PRE-FINISHED METAL
WALL PANELS

PRE-FINISHED METAL
FLASHING

PRE-FINISHED REGLET

4" GRAVEL BED

SLOTTED ATTACHMENT, TYP.

6" STRUCTURAL STUD
FRAMING

6" STRUCTURAL STUD
FRAMING

BRICK VENEER

1 1/2" RIGID INSULATION

BRICK VENEER
SOLDIER COURSE

C2
AE511

(TYP. REINF.
ALL VENEER)

1.   PROVIDE AIR BARRIER AT THE EXTERIOR OF GLASS 
MAT SHEATHING, TYP., FLASHED TO WALL 
OPENINGS AND TIED TO ROOF MEMBRANE.

2. PROVIDE VAPOR RETARDER AT INSIDE FACE OF 
STRUCTURAL STUD, TYP.  TAPE ALL JOINTS AND 
PENETRATIONS.

3.  PROVIDE WEEP HOLES AT 16" O.C. TYP. ABOVE ALL 
 OPENINGS AND AT SHELF ANGLES.

4.  BATT INSULATION AT WALLS SHALL BE R=19.
5. ABOVE DECK ROOF INSULATION SHALL BE R=30.
6. BELOW DECK BATT INSULATION SHALL BE R=38 @ 

ADD ALT. #2.
7. PROVIDE FOUNDATION DRAIN AT PERIMETER OF 

BASEMENT SEE DETAIL A4/AE511.  REFER TO CIVIL 
FOR ELEVATIONS.

8. REFER TO REFLECTED CEILING PLANS FOR 
SCHEDULED CEILING INFORMATION.

9. REFER TO REFLECTED CEILING PLANS FOR 
ROLLER SHADE LOCATIONS.

10. REFER TO FLOOR PLANS FOR WINDOW
SCHEDULE/WINDOW TYPE DESIGNATIONS.  REFER
TO AE630, AE631 & AE632 FOR WINDOW TYPES.

11.  REFER TO CODE PLAN SHEETS FOR EXTENT OF 
FIRE RATED EXTERIOR WALLS.

LEVEL 2
EL. 114'-8"

LEVEL 1
EL. 100'-0"

EAVE
EL. 126'-8"

JJ.7

A-SCWL18

2'-0"

E-LEARNING TEAM
102

ADMIN. ENROLLMENT
SERVICES

T.O.M.
EL. 145'-0"

GAS FIREPLACE INSERT

GAS FIREPLACE FLUE

2'-8 1/2"

2'-8 1/2"

STANDING SEAM METAL ROOF
OVER WATERPROOF UNDERLAYMENT
OVER 3/4" PLYWOOD SHEATHING

GAS FIREPLACE FLUE

HORIZ. VENT
TERMINATION

C4
AE511

A4
AE521

D5
AE521

C2
AE511

(TYP. REINF.
ALL VENEER)

D3
AE511
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WALL SECTIONA5 SCALE: 1/2" = 1'-0" AE312

WALL SECTIONA1 SCALE: 1/2" = 1'-0" AE312

CHIMNEY SECTIONA3 SCALE: 1/2" = 1'-0" AE312



10 9

4'-9"

SIM.

SIM.

LEVEL 1
EL. 100'-0"

LEVEL 2
EL. 114'-8"

T.O.M.
EL. 131'-4"

T.O.P.
EL. 131'-8"

5'-11"

A-SCWL13

ROOFING SYSTEM

RIGID INSULATION

SCHEDULED CEILING

SCHEDULED
ALUMINUM GLAZING
SYSTEM

CONCRETE ON
METAL DECK

SCHEDULED CEILING

SCHEDULED ALUMINUM
GLAZING SYSTEM

CONCRETE SLAB ON GRADE

2" RIGID PERIMETER
INSULATION

CONC. FOUNDATION &
FOOTING, RE: STRUC.

BRACING

PRE-FINISHED METAL
COPING.

FIRE SAFING

SPRAY-ON FIREPROOFING
RE: CODE PLANS

SPRAY-ON FIREPROOFING
RE: CODE PLANS

STEEL BEAM
RE: STRUCTURAL

STEEL BEAM
RE: STRUCTURAL

D3
AE520

C3
AE520

B4
AE520

E3
AE520

SIM.

D3
AE520

2 1/2" METAL STUD FRAMING

4" GRAVEL BED LEVEL ONE ALUMNI CENTER
EL. 101'-3"

LEVEL 1
EL. 100'-0"

A-SCWL16

CORRIDOR
100D

SCHEDULED CEILING

CONCRETE SLAB ON GRADE

2" RIGID PERIMETER
INSULATION

EXPANSION JOINT COVER

EXISTING ALUMNI CENTER

2-HR FIRE BARRIER
W/ 1 1/2-HR DOOR

SPRAY-ON
FIREPROOFING
RE: CODE PLANS

SPRAY-ON FIREPROOFING
RE: CODE PLANS

STEEL BEAM
RE: STRUCTURAL

2'-0"

ROOFING SYSTEM

RIGID INSULATION

ROOF DECK

6" METAL STUDS

C3
AE505

D1
AE551

EXISTING DOOR AND  WINDOW
REMOVED.  PATCH AND PAINT TO
MATCH EXISTING

1.   PROVIDE AIR BARRIER AT THE EXTERIOR OF GLASS 
MAT SHEATHING, TYP., FLASHED TO WALL 
OPENINGS AND TIED TO ROOF MEMBRANE.

2. PROVIDE VAPOR RETARDER AT INSIDE FACE OF 
STRUCTURAL STUD, TYP.  TAPE ALL JOINTS AND 
PENETRATIONS.

3.  PROVIDE WEEP HOLES AT 16" O.C. TYP. ABOVE ALL 
 OPENINGS AND AT SHELF ANGLES.

4.  BATT INSULATION AT WALLS SHALL BE R=19.
5. ABOVE DECK ROOF INSULATION SHALL BE R=30.
6. BELOW DECK BATT INSULATION SHALL BE R=38 @ 

ADD ALT. #2.
7. PROVIDE FOUNDATION DRAIN AT PERIMETER OF 

BASEMENT SEE DETAIL A4/AE511.  REFER TO CIVIL 
FOR ELEVATIONS.

8. REFER TO REFLECTED CEILING PLANS FOR 
SCHEDULED CEILING INFORMATION.

9. REFER TO REFLECTED CEILING PLANS FOR 
ROLLER SHADE LOCATIONS.

10. REFER TO FLOOR PLANS FOR WINDOW
SCHEDULE/WINDOW TYPE DESIGNATIONS.  REFER
TO AE630, AE631 & AE632 FOR WINDOW TYPES.

11.  REFER TO CODE PLAN SHEETS FOR EXTENT OF 
FIRE RATED EXTERIOR WALLS.

LEVEL 2
EL. 14'-8"

INT. LANDING
EL. 101'-0"

E.5

DECK BEARING
EL. 110'-8"

ROOFING SYSTEM

METAL STUD
FRAMING

SCHEDULED ALUMINUM
GLAZING SYSTEM

CONCRETE SLAB ON GRADE

2" RIGID PERIMETER
INSULATION
CONC. FOUNDATION &
FOOTING, RE: STRUC.

B3
AE511

A-SCWL11

CORRIDOR
100D

PRE-FINISHED METAL COPING

T.O.P.
EL. 112'-8"

2'-0" 2'-0"

E3
AE520

D4
AE511

SIM.

LEVEL 1
EL. 100'-0"

4" GRAVEL BED
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WALL SECTIONA1 SCALE: 1/2" = 1'-0" AE313

WALL SECTIONA3 SCALE: 1/2" = 1'-0" AE313

WALL SECTIOND3 SCALE: 1/2" = 1'-0" AE313



EXTERIOR INTERIOR

3 1
/2"

12
2

12
8

4'-
3"

HALLWAY
200

VESTIBULE
100A

ENTRY

L K

J.7 J H
STANDING SEAM METAL ROOF
STRUCTURAL BEAM
RE: STRUCTURAL

PRE-FINISHED METAL FASCIA

NAILABLE INSULATION
ROOF DECK

EXTERIOR SOFFIT BOARD
W/ SOFFIT VENTS

ROOFING SYSTEM

2 1/2" METAL STUD FRAMING

SCHEDULED CEILING

SCHEDULED ALUMINUM
GLAZING SYSTEM

CONCRETE ON METAL DECK
RE: STRUCTURAL

SCHEDULED CEILING

CONCRETE SLAB ON GRADE

2" RIGID PERIMETER
INSULATION

CONC. FOUNDATION &
FOOTING, RE: STRUC.

STRUCTURAL STUD BRACING

COLD FORMED TRUSS

STANDING SEAM METAL WALL PANEL
OVER WATER PROOF UNDERLAYMENT
GLASS MAT SHEATHING

3/4" PLYWOOD SHEATHING
OVER STEEL ROOF DECK

SCHEDULED ALUMINUM
GLAZING SYSTEM

6" STRUCTURAL STUD
FRAMING

BATT INSULATION

STEEL BEAM
RE: STRUCTURAL

PAINTED EXTERIOR GYP. BOARD
SOFFIT OVER HAT CHANNELS

STEEL LEDGER ANGLE

STEEL SHELF ANGLE, TYP.

BRICK VENEER BEYOND

2'-0"

B.O.M.
EL. 109'-4"

LEVEL 1
EL. 100'-0"

LEVEL 2
EL. 114'-8"

B2
AE505

B3
AE505

B1
AE505

TO WALL FRAMING
EL. 131'-0"

B.O.S.
EL. 134'-0"

T.O.BEARING
EL. 131'-11"

C1
AE505

D1
AE505CROSS SECTION

DETAIL

15'-0"

3'-
4"

T.O.P.
EL. 131'-8"

B5
AE511

STANDING SEAM METAL WALL
PANELS, TYP. 4 SIDES

D3
AE521

C3
AE521

8" STRUCTURAL STUDS
BATT INSULATION
GYP. BOARD

D4
AE511

GYP. BOARD

2 ON JOIST

B4
AE530

C3
AE551

3 5/8" METAL STUDS

3 5/8" METAL STUDS BRACING

B2
AE551

B4
AE551

SIM.

T.O.M.
EL. 112'-8"

METAL COLUMN COVERS

RAILING, RE A5/AS501

GYP. BOARD CEILING

2'-0" 2'-0"

2'-6"2'-6"

C3
AE551

SIM.

1

A

B

C

D

E

1

2 3

2 3

4 5

4 5

A

B

C

D

E

AE314

STAFF MG

1 10/26/07 SCHEMATIC DESIGN

2 12/18/07 DESIGN DEVELOPMENT

3  02/08/08 CONSTRUCTION DOCUMENTS

4 03/04/08 CONSTRUCTION BID DOCUMENTS

   

   

   

   

   

   

   

WALL SECTIONS
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ROOF SECTIONA1 SCALE: 1/2" = 1'-0" AE314

1.   PROVIDE AIR BARRIER AT THE EXTERIOR OF GLASS 
MAT SHEATHING, TYP., FLASHED TO WALL 
OPENINGS AND TIED TO ROOF MEMBRANE.

2. PROVIDE VAPOR RETARDER AT INSIDE FACE OF 
STRUCTURAL STUD, TYP.  TAPE ALL JOINTS AND 
PENETRATIONS.

3.  PROVIDE WEEP HOLES AT 16" O.C. TYP. ABOVE ALL 
 OPENINGS AND AT SHELF ANGLES.

4.  BATT INSULATION AT WALLS SHALL BE R=19.
5. ABOVE DECK ROOF INSULATION SHALL BE R=30.
6. BELOW DECK BATT INSULATION SHALL BE R=38 @ 

ADD ALT. #2.
7. PROVIDE FOUNDATION DRAIN AT PERIMETER OF 

BASEMENT SEE DETAIL A4/AE511.  REFER TO CIVIL 
FOR ELEVATIONS.

8. REFER TO REFLECTED CEILING PLANS FOR 
SCHEDULED CEILING INFORMATION.

9. REFER TO REFLECTED CEILING PLANS FOR 
ROLLER SHADE LOCATIONS.

10. REFER TO FLOOR PLANS FOR WINDOW
SCHEDULE/WINDOW TYPE DESIGNATIONS.  REFER
TO AE630, AE631 & AE632 FOR WINDOW TYPES.

11.  REFER TO CODE PLAN SHEETS FOR EXTENT OF 
FIRE RATED EXTERIOR WALLS.



LEVEL 2
EL. 114'-8"

LEVEL 1
EL. 100'-0"

13
 E

Q.
 R

IS
ER

S 
= 

7'-
4"

13
 E

Q.
 R

IS
ER

S 
= 

7'-
4"

12 TREADS @ 11" = 11'-0" 5'-3 1/2"8'-0 1/2"

12 TREADS @ 11" = 11'-0" 5'-1 1/2"7'-0"

3'-
6"

3'-
0"

3'-
6"

3'-
0"

1'-2 1/2"

A1
AE530

A3
AE530

A2
AE530

1'-4"

SCHEDULED CEILING
SYSTEM

A4
AE530

6 5 4

WALL RAIL
BEYOND

4'-0" MIN.

C2
AE551

WALL TYPE 2 BEYOND,
BETWEEN STRINGERS

UP

7 1
/2"

4'-
0"

3'-
0"

3'-
7"

6'-10"

1'-2 1/2"

1'-2 1/2"5'-0"6"8'-9 1/2"8'-10"

1'-0" STAIR #1
199A

1'-2 1/2"5'-0"1'-11"12 TREADS @ 11" = 11'-1"5'-1 1/2"
3 1/2"

3 1
/2" 4'-

0"
8 1

/2"
4'-

0" 3 1
/2"

4"

9 1
/2"

1'-0"

1'-11" 1'-0"

6'-7" 1'-2 1/2"

STAIR #1
299A

DN

1. REFER TO FLOOR PLANS FOR INFORMATION ON 
WALL TYPES.

2. ALL EXPOSED STEEL STAIR COMPONENTS SHALL BE 
PAINTED.

3. REFER TO FINISH SCHEDULE FOR FINISHES.
4. PROVIDE FOUNDATION DRAIN AT PERIMETER OF 

BASEMENT.  SEE DETAIL A4/AE511.  REFER TO CIVIL 
FOR ELEVATIONS.
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VERTICAL
CIRCULATION -
NORTHWEST STAIR

H
U

R
S

T 
C

E
N

TE
R

FO
R

 L
IF

E
LO

N
G

 L
E

A
R

N
IN

G
W

E
B

E
R

 S
TA

TE
 U

N
IV

E
R

S
IT

Y

CONSTRUCTION BID
DOCUMENTS
MARCH 4, 2008

CHECKED BY:

MHTN PROJECT NO.

DRAWN BY:

MHTN ARCHITECTS, INC.

www.mhtn.com
Telefax (801) 595-6717
Telephone (801) 595-6700
Salt Lake City, Utah 84111

420 East South Temple
Suite 100

SEAL

SHEET NUMBER

DATE DESCRIPTION

REVISIONS:

NO. DATE DESCRIPTION

ISSUED:

NO.

By
: S

ha
ne

T;
  F

eb
 29

, 2
00

8 -
 6:

56
pm

K:
\H

igh
er

_E
d\2

00
75

56
 W

SU
 H

ur
st 

Ce
nte

r\1
 D

ra
wi

ng
s\A

E4
01

.dw
g

    

STAIR #1 - SECTIONA2 SCALE: 1/2" = 1'-0" AE401
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STAIR #1 - LEVEL 1A1 SCALE: 1/4" = 1'-0" AE401

STAIR #1 - LEVEL 2B1 SCALE: 1/4" = 1'-0" AE401



LEVEL 2
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LEVEL B
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LEVEL 1
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6"
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6"

A1
AE530

A1
AE530

A3
AE530

A2
AE530

A2
AE530

A3
AE530

6"

SCHEDULED CEILING
SYSTEM

C2
AE551

C2
AE551

A4
AE530

C2
AE551

WALL TYPE 2 BEYOND,
BETWEEN STRINGERS

WALL TYPE 2 BEYOND,
BETWEEN STRINGERS

WALL RAIL
BEYOND,

TYP.

1'-
7"
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3 1
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STAIR #2
299

DN

1'-
0"

1. REFER TO FLOOR PLANS FOR INFORMATION ON 
WALL TYPES.

2. ALL EXPOSED STEEL STAIR COMPONENTS SHALL BE 
PAINTED.

3. REFER TO FINISH SCHEDULE FOR FINISHES.
4. PROVIDE FOUNDATION DRAIN AT PERIMETER OF 

BASEMENT.  SEE DETAIL A4/AE511.  REFER TO CIVIL 
FOR ELEVATIONS.
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STAIR #2 - SECTIONA2 SCALE: 1/2" = 1'-0" AE402
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STAIR #2 - LEVEL BA1 SCALE: 1/4" = 1'-0" AE402

STAIR #2 - LEVEL 1B1 SCALE: 1/4" = 1'-0" AE402

STAIR #2 - LEVEL 2D1 SCALE: 1/4" = 1'-0" AE402



13 TREADS @ 12" = 13'-0" 7'-6" 8 TREADS @ 12" = 8'-0"
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8'-
0"3'-

0"

1'-0"

1'-0"

3'-
0"

3'-
0"

BASEMENT LEVEL
EL. 86'-6"

T.O. CONC.
EL. 99'-6"

STAIR LANDING
EL. 94'-6"

87

3'-
0"1'-0" 1'-0"

EXT. CONC. STAIR
REFER TO STRUCTURAL
DRAWINGS FOR TYPICAL
STL REINFORCING
REQUIREMENTS.

STAINLESS STL WALL MOUNTED
HANDRAIL.  REFER TO DETAIL B3/AE530

TYP. EACH SIDE

FIRE RATED WINDOWS -
REFER TO WINDOW SCHEDULE

AD

3'-
8"

37'-4"

STAIR #3
099B

13 TREADS @ 12" = 13'-0" 8 TREADS @ 12" = 8'-0"7'-3" 1'-7"

1'-0" 1'-0" 1'-0"
1'-10" 3'-4"

STAIR #3
199B 3'-

8"

1'-0" 1'-0" 1'-0" 1'-0"

12'-1"3'-6"21'-9"
GUARDRAIL SEE AS101

POST MOUNTED
CHAINLINK GATE
MATCH TOP OF WALL

FLOOR MOUNTED SS
HANDRAIL.  VERT.
SUPPORT @ 3'-0" O.C.

WALL MOUNTED
SS HANDRAIL

B3
AS501

1. REFER TO FLOOR PLANS FOR INFORMATION ON 
WALL TYPES.

2. ALL EXPOSED STEEL STAIR COMPONENTS SHALL BE 
PAINTED.

3. REFER TO FINISH SCHEDULE FOR FINISHES.
4. PROVIDE FOUNDATION DRAIN AT PERIMETER OF 

BASEMENT.  SEE DETAIL A4/AE511.  REFER TO CIVIL 
FOR ELEVATIONS.
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STAIR #3 - SECTIONA1 SCALE: 1/2" = 1'-0" AE403

STAIR #3 - LEVEL BD1 SCALE: 1/4" = 1'-0" AE403
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LEVEL 1
EL. 100'-0"

BASEMENT
EL. 86'-6"

LEVEL 2
EL. 114'-8"

4'-
0"

13
'-6

"
14

'-8
"

HOIST BEAM - SEE MANUFACTURER'S
REQUIREMENTS FOR PLACEMENT AND
MINIMUM CLEARANCE REQUIREMENTS
RE: STRUCT. FOR SIZING

PIT ACCESS LADDER @ OPP. WALL

13
'-0

"

SHEET WATERPROOFING
ALL SIDES

1. COORDINATE ELEVATOR SHAFT AND PIT DIMENSIONS
WITH MANUFACTURER REQUIREMENTS.

2.COORDINATE LOCATION OF RAIL COLUMNS WITH
ELEVATOR MANUFACTURER REQUIREMENTS.

3.REFER TO FLOOR PLANS FOR WALL TYPE
INFORMATION.

4.PROVIDE SLOPED GYP. BD AT ANY HORIZONTAL
PROJECTIONS IN SHAFT. (MIN 70° SLOPE),

18" X 18" X 12" DEEP CONC. SUMP PIT W/
WALKABLE GALV. STEEL GRATE.
COORDINATE LOCATION WITH
MANUFACTURER.

92

STL PIT LADDER, PAINTED.  COORDINATE
LOCATION WITH ELEVATOR
MANUFACTURERS REQUIREMENTS.
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FIRST FLOOR ELEVATOR PLANB1 SCALE: 1/2" = 1'-0" AE410

ELEVATOR SECTIONA2 SCALE: 1/2" = 1'-0" AE410
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LOWER LEVEL ELEVATOR PLANA1 SCALE: 1/2" = 1'-0" AE410
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FINISH FLOOR

CABINET
FIRE EXTINGUISHERMIRROR

40
" M
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IM

UM 54
"

32
"

GRAB BAR

CENTER LINE
OF GRAB BAR

SANITARY NAPKIN DISPOSAL
PARTITION MOUNTED

PROVIDE OPENING
IN TOILET PARTITIONS

34
" 48

"

MOP/TOWEL
RACK

43
 1/

2"
 M

AX
.

TOILET SEAT
COVER DISPENSER

BABY CHANGING STATION

33
" M

AX
.

33
" 48

" M
AX

.
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"

40
"

CENTER LINE OF SLOT

PAPER TOWEL
DISPENSER

60"

12"MAX

54"MIN

DOOR SWING OUT
WHEELCHAIR ACCESSIBLE TOILET STALL

60
"

36
"M

IN
6"

MA
X

WALL MOUNTED WATER CLOSET

18
"

32
"M

IN4"
MA

X

30" CLEAR MIN.

TYPICAL URINAL

24
"

ACCESSIBLE & TYPICAL

17
" M

AX
.
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R

ACCESSIBLE URINAL
MOUNTING HEIGHTS

URINAL
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ACCESSIBLE LAVATORY

CLEARANCE
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TOE
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"
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DISPOSAL

30"
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0"

     

42
"
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X.

36
"
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X.

NOTE:
BOTH A STANDARD HEIGHT FOUNTAIN AND WHEELCHAIR ACCESSIBLE
FOUNTAIN ARE REQUIRED TO MEET ACCESSIBILITY STANDARDS

8" MIN

9"
 M

IN

36
" M

AX
 (A

DA
)

27
" M

AX

17" MIN

     
ACCESSIBLE FOUNTAIN

6" MAX11" MIN

ADJUSTABLE
SHELVING ON
HEAVY DUTY
STUDS AND
BRACKETS.

TOILET TISSUE
DISPENSER

GRAB BAR

5'-0" CLEAR

34
"

42
"

6" 36"

MOP & BROOM
HOLDER

    
JANITORIAL ROOM

18"

5'-0" CLEAR

36" MAX

MIRROR

17
" -

 19
"

SOAP
DISPENSER

INSULATED
PIPING

40
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.
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CE 12" MAX 42"

        
ACCESSIBLE TOILET STALL

TOILET
PARTITION39" - 41"

18
" M

IN
39

" -
 41

"

MOP SINK

3"

FRP -
48" H. X 48" W.

NOTE:
INSULATED PIPE WHEN EXPOSED (NO SHARP
OR ABRASIVE SURFACES BELOW LAVATORY)

TOWEL
DISPENSER
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MOUNTING HEIGHTS
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STANDARD MOUNTING HEIGHTSA1 SCALE: 1/2" = 1'-0" AE420

PLUMBING FIXTURE MOUNTING REQUIREMENTSC1 SCALE: 1/2" = 1'-0" AE420
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ENLARGED TOILET
ROOMS- PLANS AND
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LEVEL ONE MEN'S TOILET ROOMA1 SCALE: 1/4" = 1'-0" AE421

TYPICAL WOMEN'S TOILET ROOMA2 SCALE: 1/4" = 1'-0" AE421

CCESSORY SCHEDULE

NO. ITEM

19 ACCESSIBLE LAVATORY W/ INSULATED PIPING

20

21

22 FLOOR DRAIN

23

8 PLASTIC LAMINATE SHELF, REF. A1 ON AE541

4

SOAP DISPENSER

6

7

5

GRAB BAR (18")

2

3

GRAB BAR (36")

1 GRAB BAR (42")

FROM BOTTOM, RE: B3/AE541

SANITARY NAPKIN DISPOSAL

8

9

MIRROR (24" X 40"), MOUNT @ 40" A.F.F. 

SEAT COVER DISPENSER

PAPER TOWEL DISPENSER 

TOILET TISSUE DISPENSER *
*

*
*

* FURNISHED BY OWNER, INSTALLED  
BY GENERAL CONTRACTOR
(VERIFY LOCATION W/ WSU)

1.   PROVIDE STUD WALL BACKING FOR ALL SURFACE
MOUNTED ACCESSORIES, INCLUDING ALL OWNER
PROVIDED TOILET ROOM ACCESSORIES.

2.   INSULATE ALL LAV. PIPING

3.   REFER TO SHEET AE420 FOR TYPICAL ACCESSIBLE
MOUNTING HEIGHT REQUIREMENTS.

4.   ALL TOILET ROOMS SHALL RECEIVE 6'-0" HIGH CERAMIC
TILE WITH ACCENT PATTERNS WITH PAINTED GYP ABOVE.

5. REFER TO AE541 FOR TILE PATTERNS

FLOOR MOUNTED / OVERHEAD BRACED
TOILET PARTITION

ACCESSIBLE FLOOR MOUNTED WATER
CLOSET
FLOOR MOUNTED URINAL SCREEN37

WALL MOUNTED DIAPER CHANGING
STATION

38

URINAL39

AUTO DOOR OPERATOR40

MECHANICAL CHASE41

ELECTRIC WATER COOLERS42

REFER TO WALL TILE LAYOUT B2/AE54143

STONE THRESHOLD, REF. B4/AE541

TILE BASE45

PLASTIC LAMINATE SHELF, REF. C4 ON AE541105

109 REFER TO WALL TILE LAYOUT C3/AE541

WOMEN'S TOILET ROOM - INTERIOR ELEVATIONSC1 SCALE: 1/4" = 1'-0" AE421

LOWER LEVEL TOILET ROOMSD1 SCALE: 1/4" = 1'-0" AE421

MENS LOWER LEVEL TOILET ROOM ELEVATIONSE1 SCALE: 1/4" = 1'-0" AE421

UNISEX TOILET ROOMD2 SCALE: 1/4" = 1'-0" AE421
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WOMENS LOWER LEVEL TOILET ROOM ELEVATIONSE3 SCALE: 1/4" = 1'-0" AE421
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UNISEX TOILET ROOM - INTERIOR ELEVATIONSD3 SCALE: 1/4" = 1'-0" AE421
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LEVEL TWO MEN'S TOILET ROOMA1 SCALE: 1/4" = 1'-0" AE422
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45

CCESSORY SCHEDULE

NO. ITEM

19 ACCESSIBLE LAVATORY W/ INSULATED PIPING

20

21

22 FLOOR DRAIN

23

8 PLASTIC LAMINATE SHELF, REF. A1 ON AE541

4

SOAP DISPENSER

6

7

5

GRAB BAR (18")

2

3

GRAB BAR (36")

1 GRAB BAR (42")

FROM BOTTOM, RE: B3/AE541

SANITARY NAPKIN DISPOSAL

8

9

MIRROR (24" X 40"), MOUNT @ 40" A.F.F. 

SEAT COVER DISPENSER

PAPER TOWEL DISPENSER 

TOILET TISSUE DISPENSER *
*

*
*

* FURNISHED BY OWNER, INSTALLED  
BY GENERAL CONTRACTOR
(VERIFY LOCATION W/ WSU)

1.   PROVIDE STUD WALL BACKING FOR ALL SURFACE
MOUNTED ACCESSORIES, INCLUDING ALL OWNER
PROVIDED TOILET ROOM ACCESSORIES.

2.   INSULATE ALL LAV. PIPING

3.   REFER TO SHEET AE420 FOR TYPICAL ACCESSIBLE
MOUNTING HEIGHT REQUIREMENTS.

4.   ALL TOILET ROOMS SHALL RECEIVE 6'-0" HIGH CERAMIC
TILE WITH ACCENT PATTERNS WITH PAINTED GYP ABOVE.

5.   REFER TO AE541 FOR TILE PATTERNS.

FLOOR MOUNTED / OVERHEAD BRACED
TOILET PARTITION

ACCESSIBLE FLOOR MOUNTED WATER
CLOSET
FLOOR MOUNTED URINAL SCREEN37

WALL MOUNTED DIAPER CHANGING
STATION

38

URINAL39

DOOR, AS SCHEDULED40

MECHANICAL CHAISE41

ELECTRIC WATER COOLERS42

REFER TO WALL TILE LAYOUT B2/AE54143

LIMESTONE THRESHOLD, REF. B4/AE541

TILE BASE45

PLASTIC LAMINATE SHELF, REF. C4 ON AE541105
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IT WORK 004B1 SCALE: 1/4" = 1'-0" AE441

RECEPTION 100B2 SCALE: 1/4" = 1'-0" AE441

REGISTRATION 102BB3 SCALE: 1/4" = 1'-0" AE441

MAIL COPY 105B4 SCALE: 1/4" = 1'-0" AE441

SERVING AREA 115CC1 SCALE: 1/4" = 1'-0" AE441

CONFERENCE ROOM 201C2 SCALE: 1/4" = 1'-0" AE441

MAIL COPY 206C3 SCALE: 1/4" = 1'-0" AE441

PRESENTATION ROOM 216KC4 SCALE: 1/4" = 1'-0" AE441

DESIGNER WORK AREA 216D1 SCALE: 1/4" = 1'-0" AE441

CONFERENCE ROOM 209D2 SCALE: 1/4" = 1'-0" AE441

BREAKROOM 208D3 SCALE: 1/4" = 1'-0" AE441

STORAGE 019 ALLA1 SCALE: 1/4" = 1'-0" AE441

1. ALL DIMENSION FOR CABINETRY SHALL BE  FIELD
MEASURED AND VERIFIED

2. ADJUSTABLE SHELVES FOR ALL UPPER &  LOWER
CABINETS

3. ALL BASE CABINETS HAVE COUNTER TOPS.

4. DIMENSIONS ARE TO TOP OF COUNTER.

5. ALL CABINETS LOCATED ALONG WALLS AS SHOWN IN
PLAN, SHALL HAVE PLASTIC LAMINATE COUNTERTOPS
WITH INTEGRAL  4" HIGH BACKSPLASH & SIDE
SPLASHES UNLESS SPECIFICALLY NOTED OTHERWISE.

6. ALL BASE CABINETS SHALL BE 24" DEEP & 34" HIGH,
UNLESS OTHERWISE NOTED.

7. ALL MILLWORK TOE KICKS TO BE RUBBER    BASE,
UNLESS OTHERWISE NOTED.

8. ALL DOORS AND DRAWERS TO HAVE WIRE PULLS.

9. ALL WALL CABINETS TO BE 12" DEEP INTERIOR. UNLESS
SPECIFICALLY NOTED OTHERWISE.

10. ALL SHELVES TO BE 1" THICK.

11. ALL FILLER PANELS TO BE EQUAL IN A RUN OF
CABINETS, UNLESS OTHERWISE SPECIFICALLY  NOTED
OTHERWISE.

12. ALL COUNTERS TO BE 3/4" THICK UNLESS  OTHERWISE
NOTED.

13. ALL EXPOSED CASEWORK SHELVING CUBBIES ARE TO
RECEIVE PLASTIC LAMINATE.  ALL   ENCLOSED
INTERIOR CASEWORK TO BE MELAMINE.

14. RECYCLING CENTER LABELS TO BE PLACED ON
BACKSPLASH AND CENTERED ABOVE THEIR
RESPECTIVE GROMMET HOLES.

24 PLASTIC LAMINATE TOP &  4" BACKSPLASH &
OR SIDE SPLASH, WITH PVC EDGE

 P-LAM ON 3/4" PARTICLE BD. SUPPORT,
TAPER
 PROVIDE DRAWER/DOOR LOCK

3" X 12" X 12" DEEP MAIL CUBBIES,
PLASTIC LAMINATE ON  1/2" P.B., FIXED

CASED OPENING

FILLER PANEL TO MATCH

UNDER CABINET LIGHTING

27

28

29

31

32

33

35

PROVIDE HARDWARE FOR FILING,
(1) BOX & (1) FILE

PLASTIC LAMINATE TOP W/OUT BACKSPLASH34

DOOR, AS SCHEDULED40

REFRIGERATOR - BY OWNER50

UNDER COUNTER ICE MACHINE - BY OWNER51

MICROWAVE - BY OWNER52

FREESTANDING SAFE BY OWNER - N.I.C.56

3" LIP TO HIDE UNDER CABINET LIGHT
FIXTURE

78

FIREPLACE MANTEL79

WOOD PANELING80

HARDWOOD EDGE81

12" METAL GROMMET90

RECYCLING WASTE BINS
APPROX. 25" W X 28" H, PER BIN
OWNER PROVIDED, NIC

91

6"  METAL GROMMET94

LABEL - ALUMINUM CANS95

LABEL - GLASS96
LABEL - PAPER97

LABEL - PLASTIC98

LABEL - TRASH99

106 PLASTIC LAMINATE TOP &  4" BACKSPLASH &
OR SIDE SPLASH, WITH PVC EDGE,
STEEL TUBE

107 PLASTIC LAMINATE ON HEAVY DUTY
STANDARD / BRACKETS

SAFE ROOM 102E1 SCALE: 1/4" = 1'-0" AE441

CONFERENCE ROOM 201E2 SCALE: 1/4" = 1'-0" AE441

RECYCLING CENTER 208E3 SCALE: 1/4" = 1'-0" AE441

RECYCLING CENTER PLAN VIEWE4 SCALE: 1/4" = 1'-0" AE441
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1. ALL DIMENSION FOR CABINETRY SHALL BE  FIELD
MEASURED AND VERIFIED

2. ALL BASE CABINETS HAVE COUNTER TOPS.

3. DIMENSIONS ARE TO TOP OF COUNTER.

4. ALL CABINETS LOCATED ALONG WALLS AS SHOWN IN
PLAN, SHALL HAVE PLASTIC LAMINATE COUNTERTOPS
WITH INTEGRAL  4" HIGH BACKSPLASH & SIDE
SPLASHES UNLESS SPECIFICALLY NOTED OTHERWISE.

5. ALL BASE CABINETS SHALL BE 24" DEEP & 34" HIGH,
UNLESS OTHERWISE NOTED.

6. ALL MILLWORK TOE KICKS TO BE RUBBER    BASE,
UNLESS OTHERWISE NOTED.

7. ALL DOORS AND DRAWERS TO HAVE WIRE PULLS.

8. ALL COUNTERS TO BE 3/4" THICK UNLESS  OTHERWISE
NOTED.

9. RECYCLING CENTER LABELS TO BE PLACED ON
BACKSPLASH AND CENTERED ABOVE THEIR
RESPECTIVE GROMMET HOLES.

24 PLASTIC LAMINATE TOP &  4" BACKSPLASH &
OR SIDE SPLASH, WITH PVC EDGE

 P-LAM ON 3/4" PARTICLE BD. SUPPORT,
TAPER

CASED OPENING

UNDER CABINET LIGHTING

27

32

35

PLASTIC LAMINATE TOP W/OUT BACKSPLASH34

WOOD PANELING80

HARDWOOD EDGE81

RECYCLING WASTE BINS
APPROX. 25" W X 28" H, PER BIN
OWNER PROVIDED, NIC

91

6" METAL GROMMET94

ALUM. SHUTTER GUIDE82

106 PLASTIC LAMINATE TOP &  4" BACKSPLASH &
OR SIDE SPLASH, WITH PVC EDGE,
STEEL TUBE

107 PLASTIC LAMINATE ON HEAVY DUTY
STANDARD / BRACKETS

RECEPTION & REGISTRATION DESK DETAILA1 SCALE: 1" = 1'-0" AE442

RECYCLING CENTER DETAILA3 SCALE: 1" = 1'-0" AE442

TOP AND EDGE DETAILB1 SCALE: 3" = 1'-0" AE442

TOP AND EDGE DETAILA4 SCALE: 3" = 1'-0" AE442

FIREPLACE MANTEL DETAILA2 SCALE: 3" = 1'-0" AE442

IT WORK SHELVES DETAILB2 SCALE: 1 1/2" = 1'-0" AE442
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SCALE: 

LOWER LEVEL FLOOR PATTERN PLAN
0 4' 8' 16'

1/8" = 1'-0"

1. FIELD VERIFY ALL FLOOR COVERING DIMS. GENERALLY,
BOARDER DIMS ARE TO BE HELD. OTHERS MAY BE
MODIFIED.

2. REF: AE620 & AE621 FOR ALL FLOORS WITHOUT
DESIGNATION.

3. FOR TYPICAL FLOOR TRANSITION DETAILS REFER TO
B4, B5, & C5 / AE541.

4. REFER TO AE541 FOR TILE PATTERNS.

F5 : ENTRANCE MATS WITH
       CARPET INSERTS

F2 : FRITZ TILE, FIELD COLOR

F2A : FRITZ TILE, ACCENT COLOR

F3 : VCT, FIELD

F3A : VCT, ACCENT COLOR

F1 : CARPET, FIELD

F1A : CARPET, ACCENT 1

W1 FIELD PAINT, ALL PAINTED WALL 
SURFACES UNLESS OTHERWISE NOTED

W2A ACCENT PAINT
W2B ACCENT PAINT
W2C ACCENT PAINT
W2D ACCENT PAINT
W2E ACCENT PAINT
W2F ACCENT PAINT - TOILET ROOMS, ALL WALLS
W2G ACCENT PAINT - CEILINGS
W3 CERAMIC TILE

ENTRANCE MATS WITH CARPET INSERTS65
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SCALE: 

LEVEL ONE FLOOR PATTERN PLAN
0 4' 8' 16'

1/8" = 1'-0"

1. FIELD VERIFY ALL FLOOR COVERING DIMS. GENERALLY,
BOARDER DIMS ARE TO BE HELD. OTHERS MAY BE
MODIFIED.

2. REF: AE620 & AE621 FOR ALL FLOORS WITHOUT
DESIGNATION.

3. FOR FLOOR TRANSITION DETAILS REFER TO B4, B5,
AND C5 / AE541.

4. REFER TO AE541 FOR TILE PATTERNS.

ENTRANCE MATS WITH CARPET INSERTS65

W1 FIELD PAINT, ALL PAINTED WALL 
SURFACES UNLESS OTHERWISE NOTED

W2A ACCENT PAINT
W2B ACCENT PAINT
W2C ACCENT PAINT
W2D ACCENT PAINT
W2E ACCENT PAINT
W2F ACCENT PAINT - TOILET ROOMS, ALL WALLS
W2G ACCENT PAINT - CEILINGS
W3 CERAMIC TILE

F5 : ENTRANCE MATS WITH
       CARPET INSERTS

F2 : FRITZ TILE, FIELD COLOR

F2A : FRITZ TILE, ACCENT COLOR

F3 : VCT, FIELD

F3A : VCT, ACCENT COLOR

F1 : CARPET, FIELD

F1A : CARPET, ACCENT 1

W3
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SCALE: 

LEVEL TWO FLOOR PATTERN PLAN
0 4' 8' 16'

1/8" = 1'-0"

1. FIELD VERIFY ALL FLOOR COVERING DIMS. GENERALLY,
BOARDER DIMS ARE TO BE HELD. OTHERS MAY BE
MODIFIED.

2. REF: AE620 & AE621 FOR ALL FLOORS WITHOUT
DESIGNATION.

3. FOR FLOOR TRANSITION DETAILS REFER TO B4, B5,
AND C5/ AE541.

4. REFER TO AE541 FOR TILE PATTERNS.

ENTRANCE MATS WITH CARPET INSERTS65

W1 FIELD PAINT, ALL PAINTED WALL 
SURFACES UNLESS OTHERWISE NOTED

W2A ACCENT PAINT
W2B ACCENT PAINT
W2C ACCENT PAINT
W2D ACCENT PAINT
W2E ACCENT PAINT
W2F ACCENT PAINT - TOILET ROOMS, ALL WALLS
W2G ACCENT PAINT - CEILINGS
W3 CERAMIC TILE

F5 : ENTRANCE MATS WITH
       CARPET INSERTS

F2 : FRITZ TILE, FIELD COLOR

F2A : FRITZ TILE, ACCENT COLOR

F3 : VCT, FIELD

F3A : VCT, ACCENT COLOR

F1 : CARPET, FIELD

F1A : CARPET, ACCENT 1

W3
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STRUCTURAL COLUMN
-SEE STRUCTURAL
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"
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RIGID INSULATION
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BATT INSULATION
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A-DTPL08
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AIR SPACE
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AIR BARRIER, TYP.
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GYP. BOARD
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4"

2'-
0"

4'-1"

SHEATHING
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A-DTPL09

BRICK VENEER

AIR SPACE
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BATT INSULATION

STRUCTURAL COLUMN
-SEE STRUCTURAL

GYP. BOARD

SCHEDULED GLAZING
SYSTEM
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2'-
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2'-8"
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GRID

1'-
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AIR BARRIER, TYP.
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11
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A-DTPL10

STRUCTURAL COLUMN
-SEE STRUCTURAL
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GYP. BOARD SILL

BRAKE METAL TO MATCH
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SCHEDULED GLAZING
SYSTEM
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45 MIL REINFORCED EPDM
FASTENED TO EACH SIDE
W/CONTINUOUS
TERMINATION BAR, LAP
SEALED W/ POLY
URETHANE SEALANT -
ALLOW MEMBRANE TO
BELLOW

BATT INSULATION
COMPRESSED INTO JOINT
(MUST REMAIN DRY)

HOLD RIGID INSULATION
SHORT OF TERM BARS

GLASS MAT SHEATHING

SILICONE SEALANT
EXPANSION JOINT EJ-1

6"4"
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AIR BARRIER, TYP.
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5/8" TYPE X GYP. BOARD
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ACOUSTIC BATT INSULATION
5/8" GLASS MAT SHEATHING

1 1/2" RIGID INSULATION
7/8" AIR SPACE
BRICK VENEER

1-HR EXTERIOR WALL PLAN DETAIL

AIR BARRIER, TYP.

VAPOR RETARDER, TYP.

A-DTPL20

(2) LAYERS 5/8" TYPE X GYP. BOARD
6" STRUCT. STUDS

ACOUSTIC BATT INSULATION
(2) LAYERS 5/8" GLASS MAT SHEATHING

1 1/2" RIGID INSULATION
7/8" AIR SPACE
BRICK VENEER

2-HR EXTERIOR WALL PLAN DETAIL

AIR BARRIER, TYP.

VAPOR RETARDER, TYP.

A-DTPL21
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VAPOR RETARDER, TYP.
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DETAILA1 SCALE: 1" = 1'-0" AE501

DETAILA2 SCALE: 1" = 1'-0" AE501

DETAILA3 SCALE: 1" = 1'-0" AE501
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DETAILB4 SCALE: 1" = 1'-0" AE501
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DETAILE3 SCALE: 1 1/2" = 1'-0" AE501
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DETAILD1 SCALE: 1 1/2" = 1'-0" AE501

DETAILC3 SCALE: 1 1/2" = 1'-0" AE501
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EXTERIOR WALL PLAN DETAILC5 SCALE: 1" = 1'-0" AE501
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DETAILE5 SCALE: 1 1/2" = 1'-0" AE501
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6
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AIR SPACE
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BATT INSULATION

STRUCTURAL COLUMN
-SEE STRUCTURAL

GYP. BOARD

1'-
10

"

SCHEDULED GLAZING
SYSTEM1'-10"

10"

10
"

VAPOR RETARDER, TYP.

AIR BARRIER, TYP.
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G

6

BATT INSULATION

STRUCTURAL COLUMN
-SEE STRUCTURAL

GYP. BOARD

SCHEDULED DOOR

F.9

10"

9 1
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9"

11

11

A-DTIN03

I

9 BRICK VENEER

AIR SPACE

RIGID INSULATION

SHEATHING

BATT INSULATION

STRUCTURAL COLUMN
-SEE STRUCTURAL

GYP. BOARD

1'-
10

" SCHEDULED GLAZING
SYSTEM

1'-0"

10
"

9 1/2" 9 1/2"

AIR BARRIER, TYP.
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11
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A-DTIN04

BATT INSULATION

GYP. BOARD

STRUCTURAL COLUMN
- SEE STRUCTURAL

4

E.5
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1'-

3 1
/2"
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F

6
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STRUCTURAL COLUMN
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GYP. BOARD
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"

2'-5"

ROOF DRAINS
RE: MECHANICAL

11

3 5/8" METAL STUDS
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F

7

BATT INSULATION

STRUCTURAL COLUMN
-SEE STRUCTURAL

GYP. BOARD

10"

10
"

11

11
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D

7

GYP. BOARD

BATT INSULATION

STRUCTURAL COLUMN
- SEE STRUCTURAL

10"

10
"

10
"

11

11
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A-DTIN18

GYP. BOARD

METAL STUDS

STRUCTURAL COLUMN
-SEE STRUCTURAL

10"

10
"

11

11

11 11

2'-8" 4" 2'-8"1'-4"4" 1'-4" 4"
4"

A-DTIN19

J

7

1'-0"
9'-0"

1'-
10

"
1'-

0"
8"

4"

3/4
"

2'-0 1/2"3'-11"

GAS FIREPLACE INSERT COORDINATE ROUGH-IN
& EXHAUST REQUIREMENTS W/ MANUFACTURER

BRICK VENEER

RIGID INSULATION
AIR BARRIER, TYP.
GLASS MAT SHEATHING

BATT INSULATION

SCHEDULED GLAZING SYSTEM

VAPOR RETARDER, TYP.

10" METAL STUDS

STRUCTURAL COLUMN, RE: STRUCTURAL

6.7 6.9

6'-2"1'-6"

A-DTIN22

BRICK VENEER
AIR SPACE

SHEATHING

RIGID INSULATION

BATT INSULATION

GYP. BOARD

F

1'-
10

"

SCHEDULED GLAZING
SYSTEM

AIR BARRIER, TYP.

VAPOR RETARDER, TYP.

A-DTIN21

F

9
GYP. BOARD
STRUCTURAL COLUMN
-SEE STRUCTURAL

BATT INSULATION

10"

10
"

11

11

A-DTIN23

H

11
BRICK VENEER
AIR SPACE

SHEATHING
RIGID INSULATION

BATT INSULATION

GYP. BOARD
STRUC. COLUMN
-SEE STRUCTURAL

SCHEDULED
GLAZING SYSTEM
AIR BARRIER

10"10"

10
"

10
"

VAPOR RETARDER
11

11

11

A-DTIN24

G

11

BRICK VENEER
AIR SPACE

SHEATHING
RIGID INSULATION

BATT INSULATION

GYP. BOARD

STRUC. COLUMN
-SEE STRUCTURAL

SCHEDULED
GLAZING SYSTEM

1'-10"

10
"

10"

AIR BARRIER

VAPOR RETARDER
11

11

A-DTIN25

2'-0"

4"

GYP. BOARD

METAL STUDS

BATT INSULATION

SHALL ALIGN W/ FURRED
OUT FRAMING ON
OPPOSITE SIDE OF
CORRIDOR AND @ CEILING

A-DTIN26

B

7

BRICK VENEER
AIR SPACE
RIGID INSULATION

SHEATHING
BATT INSULATION

STRUCTURAL COLUMN
-SEE STRUCTURAL

GYP. BOARD

SCHEDULED GLAZING
SYSTEM

1'-
10

"
10

"

10"

AIR BARRIER, TYP.

VAPOR RETARDER, TYP.

11

11

A-DTEX02

10

10"

BRICK VENEER

STRUCTURAL COLUMN
-SEE STRUCTURAL

3-5/8" METAL STUDS

6" METAL STUDS

SHEATHING

BUILDING PAPER

AIR SPACE

2'-4"

2'-
4"

SPRAY-ON FIREPROOFING
RE: CODE PLANS

A-DTPL18

3 1/2" 3 1/2"

4 1
/2"

HINGED PAIR
OPERABLE PANELS
GYP. BOARD
BATT INSULATION

STUDS

STRUCTURAL COLUMN
RE: STRUCTURAL

TRACK ABOVE

E

6

PER MFR.

221

1

A-DTIN34

G

11

BRICK VENEER
AIR SPACE

SHEATHING
RIGID INSULATION

BATT INSULATION

GYP. BOARD

STRUC. COLUMN
-SEE STRUCTURAL

SCHEDULED
GLAZING SYSTEM

1'-10"

10
"

10"

AIR BARRIER

VAPOR RETARDER

4'-
0"

ROOF DRAINS
RE: MECHANICAL

11

11

3 5/8" METAL STUDS

A-DTIN20

F

8
GYP. BOARD

STRUCT. COLUMN
RE: STRUCTURAL

BATT INSULATION

ROOF DRAINS
RE: MECHANICAL

11

11

A-DTIN38

E

8

8"
 M

AX
.

METAL HAT CHANNELS

2 1/2" METAL STUDS

3 5/8" METAL STUDS

5/8" GYP. BD.

HSS TUBE - REFER TO
STRUCT.

SCHEDULED DOOR

1'-6" MIN.

A-DTDR13

B
5/8" GYP. BD. OVER AIR
BARRIER, TYP.

3 5/8" METAL STUD
FRAMING, TYP.

CONC. FDTN WALL - SEE
STRUCT.

DOOR - SEE SCHED

HM DOOR FRAME GROUTED
SOLID - SEE SCHED

CONT. SEALANT

2"

A-DTIN39

D

7

RESILIENT CHANNEL

BATT INSULATION

STRUCTURAL COLUMN
- SEE STRUCTURAL

10"

10
"

10
"

(2) LAYERS GYP. BOARD

1

A

B

C

D

E

1

2 3

2 3

4 5

4 5

A

B

C

D

E
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DETAILA1 SCALE: 1" = 1'-0" AE502

DETAILA2 SCALE: 1" = 1'-0" AE502

DETAILA3 SCALE: 1" = 1'-0" AE502

DETAILA4 SCALE: 1" = 1'-0" AE502

DETAILA5 SCALE: 1" = 1'-0" AE502

DETAILB1 SCALE: 1" = 1'-0" AE502

DETAILB2 SCALE: 1" = 1'-0" AE502

DETAILE4 SCALE: 3" = 1'-0"_1 AE502

0 6" 1' 2'

SCALE: 1" = 1'-0"

0 2" 4" 8"

SCALE: 3" = 1'-0"

0 4" 8" 1'-4"

SCALE: 1 1/2" = 1'-0"

0 8" 1'-4" 2'-8"

SCALE: 3/4" = 1'-0"

DETAILE1 SCALE: 3/4" = 1'-0"_1 AE502

DETAILB5 SCALE: 1 1/2" = 1'-0"_2_XREF AE502

DETAILB4 SCALE: 1 1/2" = 1'-0"_2_XREF AE502

DETAILD5 SCALE: 1 1/2" = 1'-0"_2_XREF AE502

DETAILC5 SCALE: 1 1/2" = 1'-0"_2_XREF AE502

DETAILC1 SCALE: 1 1/2" = 1'-0"_2_XREF AE502

DETAILC4 SCALE: 1" = 1'-0" AE502

DETAILE3 SCALE: 1" = 1'-0" AE502

DETAILB3 SCALE: 1 1/2" = 1'-0"_2_XREF AE502

OPERABLE PANEL ENLARGED PLAND1 SCALE: 1/2" = 1'-0" AE502

DETAILC2 SCALE: 1 1/2" = 1'-0"_2_XREF AE502

DOOR JAMB DETAILD4 SCALE: 1 1/2" = 1'-0"_2_XREF AE502

DOOR JAMD DETAIL (HEAD SIM.)D3 SCALE: 1 1/2" = 1'-0"_2_XREF AE502

DETAILD2 SCALE: 1" = 1'-0" AE502



A-DTEX59

12
"

7"

12
" M

AX

12
" M

IN
.

CONT. METAL
COUNTER
FLASHING - SCREW
ANCHOR W/ METAL
BACKED NEOPRENE
WASHER @ 6' O.C.
TO UNDERSIDE OF
HATCH CAP
FLASHING

PROVIDE DOUBLE
16ga STEEL STUDS
EACH SIDE OF
LADDER FOR
SUPPORT BRACKET
ATTACHMENT

1/4" BENT PLATE
STRAP ANCHOR,
BOLT TO BLKG

2X BLOCKING

ROOF HATCH

RETURN SIDE RAIL @
FLOOR - 1/2" DIA.
EXP. BOLT

PLUG WELD 1/2" BAR

SUPPORT BRACKET
W/ 3/4" ANCHOR BOLT
IN GROUTED CELL

ANGLE FRAME AROUND
OPENING - SEE
STRUCT. DWG.

3" CHANNEL RAIL

CLOSURE BOX: 1/4"
X 9" WELDED P  L
AROUND OPENING

SINGLE PLY ROOFING
OVER RIGID INSULATION

A-DTRF04

2'-0"

WALKWAY MEMBRANE

SEAL EDGES OF WALKWAY
WATER TIGHT

SINGLE PLY ROOFING

INSULATION

METAL DECK

A-DTRF03

METAL HOOD

SINGLE PLY

LEAD SLEEVE
AND FLANGE

METAL PIPE

CONT SEALANT

DRAW BAND

DECK
EXISTING ROOF

8"18
" M

IN ROOFING SYSTEM

A-DTRF01

A1
AE505

EXTENSION SLEEVE
ABOVE PRIMARY DRAIN
SET EXTENSION SLEEVE 3/4"
SECONDARY ROOF DRAIN -

LINE OF PARAPET OR HIGH WALL

2'-0"2'-0"

3"

PRIMARY
ROOF DRAIN

3"

3'-0"

1/4" PER FOOT

2'-
6"

3'-
0"

SLOPE

SET EXTENSION SLEEVE
3/4" ABOVE PRIMARY
DRAIN EXTENSION SLEEVE

SECONDARY ROOF DRAIN

WATER DAM, NO HIGHER THAN
EDGE OF SUMP

UNDERDECK CLAMP

ROOF SUMP
RECEIVER

METAL DECK

PRIMARY ROOF DRAIN

ROOFING OVER
RIGID INSULATION

UNDERDECK CLAMP
EXTENSION SLEEVE

ROOF SUMP RECEIVER

A-DTRF07

STEEL ANGLE FRAME

WOOD BLOCKING

SINGLE PLY ROOFING OVER
RIGID INSULATION

COUNTER FLASHING

PREFABRICATED CURB
WITH CONTINUOUS WOOD
NAILER

MECHANICAL EQUIPMENT

12
" M

IN
.

A-DTRF08

ANCHOR CLIP

WATERPROOF
UNDERLAYMENT
1/2" GLASS MAT SHEATHING

METAL WALL PANEL

SILL TRIM
FURRING HAT CHANNELS

PAINTED EXTERIOR
GYP. BOARD

COLD FORMED METAL
TRUSS

CONT. SEALANT

CONT. SOFFIT VENT
CONT. EDGE TRIM BOTH
SIDES OF SOFFIT VENT

METAL REINFORCING ANGLE

BRAKE METAL "Z" CHANNEL
FURRING TO MAINTAIN
OPENING FOR VENTILATION

A-DTRF09

ANCHOR CLIP

WATERPROOF
UNDERLAYMENT

1/2" GLASS MAT
SHEATHING

METAL ROOF PANEL

COLD FORMED
METAL TRUSS @

2'-0" O.C. MIN., TYP.

METAL WALL PANEL

1/2" GLASS MAT
ROOF SHEATHING

A-DTRF10

ANCHOR CLIP

WATERPROOF
UNDERLAYMENT

1/2" GLASS MAT SHEATHING

METAL PANEL SYSTEM

COLD FORMED
METAL TRUSS @ 2'-0"
O.C. MIN. TYP.

VENTED SHED RIDGE CAP

METAL WALL PANEL

OPENING AREA FOR
VENTILATION

1/2" GLASS MAT ROOF
SHEATHING

T.O.M.
EL. 112'-0"

A-DTRF11

12
" M

IN
.

PREFINISHED
METAL COPING
TREATED WOOD
NAILER
ROOF MEMBRANE
EXTEND OVER TOP
OF PARAPET

METAL STUD

CONTINUOUS CLIP
GLASS MAT
SHEATHING

COMPRESSIBLE
FILLER STRIP

CONTINUOUS CLIP

A-DTRF13

1" VARIES - SEE PLAN 1"

7 5
/8"

2"

PRECAST COPING
PRECAST ATTACHMENT BY
PRECAST MANUF. COORD. W/
METAL STUD CONTRACTOR,
TYP.

FLEXIBLE MEMBRANE
FLASHING OVER CONT. MTL.
THRU WALL FLASHING. SEAL
JOINTS AROUND PRECAST
ATTACHMENT POINTS

AIR BARRIER - BASE BID
FLUID APPLIED WATERPROOFING
- ADD ALTERNATE

BRICK VENEER
1/2" GLASS MAT SHEATHING
EA. SIDE OVER 6" METAL
STUDS (DIV. 5)

3/4" TREATED PLYWOOD

FLEXIBLE MEMBRANE FLASHING
HOLD BACK 1" FROM  FACE OF
BRICK VENEER , TYP.

AIR BARRIER

6"

3"

112'-8"
T/ COVER

3/4
"

3/4
"

ROOFING SYSTEM

REMOVE EXISTING
GUTTER & REINSTALL FOR
FLASHING INSTALLATION

E=2" FOR CALCULATION OF
EXP. JOINT COVER

ALUM. EXP. JOINT COVER
EPDM UNDERLAYMENT
SUPPORTED BY ALUM.
FLASHING

ALUM FLASHING W/
SEALANT OVER
EXPOSED FASTENERS

4" MTL STUD EXP.
JOINT CURB
EPDM SOCK +
INSULATION

SURFACE MOUNTED REGLET
SPRINGLOK FLASHING

E E+1 E

SHEATHING

A-DTEJ02

EXPANSION JOINT
ASSEMBLY EJ-8

A-DTRF12

TYPICAL MASONRY THRU-WALL
FLASHING ASSEMBLY W/ RECEIVER

FOR COUNTERFLASHING

EPDM UNDERLAYMENT SUPPORTED
BY ALUMINUM FLASHING

6"

ALUMINUM EXPANSION
JOINT COVER

4" MTL. STUD EXP.
JOINT CURB

ROOF MEMBRANE
EXTENDED OVER

TOP OF CURB
111'-8"
T.O. ROOF

112'-8"
T/CURB

4"
 M

IN

1/2
" S

LO
PE

EE+1E

E=2" FOR CALCULATION
OF EXPANSION JOINT COVER

1"

 SHEATHING

6 X 6 X .375 STEEL LINTEL

A-DTRF14

6"

R-19 BATT
INSULATION

5/8" GYP. BD.

SHIM AS REQ.
CONT. SEALANT

DEFLECTION HEAD

ALUMINUM
GLAZING SYSTEM

EXT. GLASS MAT
SHEATHING

CONT. SEALANT
& BACKER ROD

6" 16 GA. METAL
STUDS @ 16" O.C.

INTERIOR SEAL
EXPANSION JOINT

EXTERIOR SEAL

AIR BARRIER

A-DTRF17

STANDING SEAM METAL ROOF

NAILABLE INSULATION
SHED RIDGE CAP

WATERPROOF UNDERLAYMENT

3/4" PLYWOOD
PRE-FINISHED METAL FASCIA

4" METAL STUDS
EXTERIOR SOFFIT BOARD

W/ SOFFIT VENTS

STRUCTURAL BEAM
RE: STRUCTURAL

METAL DECK

BATT INSULATION

1/2" GLASS MAT SHEATHING

ROOFING SYSTEM FLASHING
AND DRIP EDGE

BACKER ROD AND SEALANT

A-DTRF15

3"

GABLE CLIP
RAKE TRIM

20 G.A. HOLD
DOWN CLEAT

PRE-FINISHED
METAL FASCIA

WATERPROOF
UNDERLAYMENT

BACKER ROD &
SEALANT

EXT. SOFFIT BD.
W/SOFFIT VENTS

METAL WALL
PANEL

CONT.  SELF-ADHERING
NEOPRENE

1/2" GLASS MAT
SHEATHING

1'-6"

STANDING SEAM
METAL ROOF
WATERPROOF
UNDERLAYMENT
NAILABLE INSUL.
METAL DECK
STEEL BEAM
RE: STRUC.
BATT INSUL.

6" METAL STUD

A-DTRF16

ANCHOR CLIP

WATERPROOF UNDERLAYMENT

1/2" GLASS MAT SHEATHING

COLD FORMED METAL TRUSS

CLOSED PRE-FINISHED SILL TRIM

ROOF MEMBRANE

METAL WALL PANEL

A-DTRF18

ANCHOR CLIP

WATERPROOF UNDERLAYMENT
EXTENDED OFER TOP OF WALL
1/2" GLASS MAT SHEATHING

PRE-FINISHED METAL COPING

METAL WALL PANEL
COLD FORMED METAL TRUSS

6" 1/2" GLASS MAT ROOF SHEATHING
BLOCKING

A-DTEX33

BRICK VENEER

CONC. WALL

PRE-FINISHED
METAL CAP

TREATED WOOD
BLOCKING

CONT. CLIP

FASTENER W/
NEOPRENE

WASHER

WATERPROOF
UNDERLAYMENT

A-DTRF21

ANCHOR CLIP

WATERPROOF UNDERLAYMENT

1/2" GLASS MAT SHEATHING

METAL PANEL SYSTEM

COLD FORMED METAL TRUSS

GABLE/RAKE CLOSURE TRIM

1/2" GLASS MAT ROOF SHEATHING

A-DTRF20

ANCHOR CLIP

WATERPROOF
UNDERLAYMENT

1/2" GLASS MAT SHEATHING

METAL PANEL SYSTEM

COLD FORMED
METAL TRUSS

VENTED SHED RIDGE CAP

COLD FORMED
METAL TRUSS

COPING
1/2" GLASS MAT ROOF

SHEATHING
BLOCKING

1

A

B

C

D

E

1

2 3

2 3

4 5

4 5

A

B

C

D

E
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ROOF HATCH DETAILC5 SCALE: 1 1/2" = 1'-0" AE505

ROOF WALKWAY DETAILA5 SCALE: 1 1/2" = 1'-0" AE505

VENT PIPE FLASHINGA4 SCALE: 1 1/2" = 1'-0" AE505

ROOF DRAIN DETAILA3 SCALE: 3/4" = 1'-0" AE505

ROOF DRAIN SECTIONA1 SCALE: 1 1/2" = 1'-0" AE505

MECHANICAL CURB DETAILB4 SCALE: 1 1/2" = 1'-0" AE505

SILL DETAILE1 SCALE: 3" = 1'-0" AE505

DETAILE2 SCALE: 3" = 1'-0" AE505

SHED RIDGE DETAILE3 SCALE: 3" = 1'-0" AE505

CANOPY DETAILB1 SCALE: 3" = 1'-0" AE505

DETAILC4 SCALE: 1 1/2" = 1'-0" AE505

DETAILC3 SCALE: 3" = 1'-0" AE505

CANOPY DETAILB2 SCALE: 3" = 1'-0" AE505

CANOPY DETAILB3 SCALE: 3" = 1'-0" AE505

MONITOR DETAILC1 SCALE: 1 1/2" = 1'-0" AE505

DETAIL (MONITOR CROSS SECTION)D1 SCALE: 1 1/2" = 1'-0" AE505

SILL DETAILE4 SCALE: 3" = 1'-0" AE505

WING WALL CAP DETAILD5 SCALE: 3" = 1'-0" AE505

DETAILE5 SCALE: 3" = 1'-0" AE505

RAKE DETAILD2 SCALE: 3" = 1'-0" AE505

DETAILD4 SCALE: 3" = 1'-0" AE505



LEVEL TWO
EL. 114'-8"

T.O. DEPRESSED SLAB
EL. 113'-8"

PEDESTAL/PAVER SYSTEM

WATERPROOF MEMBRANE OVER
TOPPING SLAB

7'-10"

3'-
6"

6

6 1/2"

COMPOSITE METAL
COLUMN COVER BEYOND

D3
AE507

3 1/2"

C4
AE505

RECESS IN PRECAST @ WINDOW
SILL HP @ 3'-4"

LEVEL TWO
EL. 114'-8"

T.O. DEPRESSED SLAB
EL. 113'-8"

9'-1"

3'-
6"

J

ROOFING SYSTEM

COLD FORMED TRUSS - 2'-0" O.C.

STANDING SEAM METAL ROOF

EXTERIOR GYP. BD.
SOFFIT OVER

7/8" HAT CHANNELS
@ TRUSS

12

8

T.O. TRUSS (L.P)
EL. 129'-3"

T.O. TRUSS (H.P)
EL. 136'-3"

EXTERIOR GYP. BD.
SOFFIT OVER

7/8" HAT CHANNELS
OVER 6" METAL JOIST

@ 24" O.C.

PEDESTAL/PAVER SYSTEM

WATERPROOF MEMBRANE OVER
TOPPING SLAB

B.O. SOFFIT
EL. 126'-8"

D4
AE507

D4
AE507

C4
AE505

PRECAST COPING

SIM.

6

J

H

22

21

CONC. TOPPING (LP)
EL. 113'-10"

CONC. TOPPING (HP) TYP.
EL. 114'-0"

A4
AE507

A2
AE507

D2
AE507

A-DTEX22

MORTAR NET

GROUT SOLID

STAINLESS STEEL
SHEET METAL
COUNTER FLASHING

GLASS MAT
SHEATHING OVER
STUD FRAMING

TERMINATION BAR W/
ANCHOR 8" O.C.
THRU WALL FLASHING

24 ga. STAINLESS STEEL
FLASHING SECURED TO
SHEATHING STUD

WEEPS @ 24" O.C.

CONC. PAVER

PAVER STAND

PROTECTION SHEET
LIQUID WATERPROOF
MEMBRANE
LIGHT WEIGHT CONC. TOPPING
LINE OF CONC. FLOOR
STRUCTURE

114'-8"

114'-10 1/2"

EXTEND LIQUID
WATERPROOF

MEMBRANE TO BACK
OF BRICK CAVITY

EXTEND OVER TOP OF
PARAPET

8"
 M

IN
.

A-DTEX23

BACKER ROD AND
SEALANT BOTH
SIDES

MEMBRANE FLASHING
TERMINATE  MEMBRANE
FLASHING UNDER
S/S COUNTER FLASHING
BELOW
WINDOW SYSTEM

ALUM. WINDOW
SYSTEM STAIN STEEL SILL

FLASHING W/ " LEG
UPTURN AND END DAM

SHEET METAL COUNTER
FLASHING

CONC. PAVER AND
PEDESTAL

PROTECTION SHEET

LIQUID WATERPROOF
MEMBRANE

LIGHT WEIGHT CONC.
TOPPING SLAB
CONC. FLOOR STRUCT.

4"
 M

IN
.

114'-8"

A-DTEX24

 

 

 

ALUM. STOREFRONT
DOOR
ALUM. SILL - SET IN
BED OF SEALANT

STAINLESS
STEEL FLASHING

FOR ADDITIONAL INFORMATION
SEE DETAIL ***/****

114'-8"

1
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WALL SECTION - SHOWING ALT. #1A4 SCALE: 1/2" = 1'-0" AE507

WALL SECTION - SHOWING ALT. #1A2 SCALE: 1/2" = 1'-0" AE507

ENLARGED PATIO PLAN - ALT.#1D5 SCALE: 1/4" = 1'-0" AE507
FLASHING DETAIL @ BRICK - ALT.#1D4 SCALE: 1-1/2" = 1'-0" AE507

FLASHING DETAIL @ STOREFRONTD3 SCALE:1-1/2" = 1'-0" AE507

FLASHING DETAIL@ DOOR - ALT.#1D2 SCALE: 1-1/2" = 1'-0" AE507 - ALT. #1



A-DTEX03

STEEL LEDGER ANGLE -
RE: STRUCT. DWGS.

BRICK VENEER

THRU WALL FLASHING

CAVITY DRAINAGE MATERIAL

AIR BARRIER, TYP.

BRICK VENEER SOLDIER COURSE

CLIP ANGLE, TYP.

STEEL BEAM, SEE STRUCT

1/4" BENT PLATE SEE STRUCT.

4" STRUCT STUDS @ 16" O.C.

1/2" GLASS MAT SHEATHING

RIGID INSULATION

PAINTED EXTERIOR GYP. BOARD SOFFIT

6" STRUC. STUDS W/ BATT INSUL.

A-DTEX05

GRID

4"
1 1

/2"

2 3
/4"

1 1
/2"

1'-10"

FASTENER W/ NEOPRENE
WASHER @ 12" 0.C.

TREATED WOOD BLOCKING

AIR BARRIER
1/2" SHEATHING
SINGLE PLY MEMBRANE
ROOFING UP PARAPET,
OVER TOP OF PLYWOOD,
DOWN FACE

RIGID ROOFING INSUL.

PRE-FINISHED METAL CAP
FLASHING ON SLOPED
3/4" PLYWOOD

JOIST BEARING
- SEE STRUCTURAL

RIGID INSULATION

CONT. CLEAT, FASTEN
@ 12" O.C. TYP.

BRICK
VENEER
W/ AIR
SPACE

METAL DECK

1/2" GLASS MAT SHEATHING
OVER 6" STRUC. STUDS
R-19 BATT INSUL.

12
" M

IN
.

C4
AE511

A-DTEX08

GRID

6"
 M

IN
.

1 1
/2"

3/4
"

3/4"

1/2" GLASS MAT SHEATHING
AIR SPACE

CAVITY DRAINAGE MATERIAL

5/8" GYP. BOARD AT OVER
6" STRUCT. STUDS

WEEP HOLES @ 24" O.C.
CONCRETE SLAB
RIGID INSULATION

RIGID INSULATION

AIR BARRIER

CONCRETE FOUNDATION

THRU-WALL FLASHING

R-19 BATT INSULATION
VAPOR RETARDER, TYP.

BRICK VENEER

B2
AE511

A-DTEX09

GRID

6"
 M

IN
.

1 1
/2"

3/4
"

3/4"

SCHEDULED ALUMINUM
GLAZING SYSTEM
5/8" GYP. BOARD OVER
2-1/2" STRUCT. STUDS

CONCRETE SLAB
RIGID INSULATION
CONCRETE FOUNDATION

ALUMINUM SILL PAN

SPANDREL GLAZING
-SEE GLAZING SCHEDULE

1'-8"1 1/2"

VAPOR RETARDER, TYP.

R-19 BATT INSULATION
B2

AE511

A-DTEX10

GRID

6"
 M

IN
.

1 1
/2"

3/4
"

3/4"

SCHEDULED ALUMINUM
GLAZING SYSTEM
5/8" GYP. BOARD OVER
6" STRUCT. STUDS

CONCRETE SLAB
RIGID INSULATION
CONCRETE FOUNDATION

ALUMINUM SILL PAN

SPANDREL GLAZING
-SEE GLAZING SCHEDULE

1'-8"1 1/2"

R-19 BATT INSULATION

B2
AE511

A-DTEX11

GYP. BOARD

SCHEDULED CEILING
RE: RCP

CONT. SEALANT, TYP.

WALL BEYOND

SPANDREL GLASS
- SEE GLAZING
SCHEDULE

VAPOR RETARDER, TY

6" METAL STUD
FRAMING

R-19 BATT
INSULATION

SCHEDULED ALUMINUM
GLAZING SYSTEM

A-DTEX16

6"VA
RI

ES
6"

60°

CONT. MEMBRANE
WATERPROOFING

CONC. FOUNDATION WALL

PROTECTION BOARD
FREE DRAINING GRAVEL FILL

FILTER FABRIC WRAPPING
PIPE IN DRAIN ROCK

CONC. FOOTING

MAINTAIN 60° SHOULDER TO
AVOID UNDERMINING FOOTING

PERFORATED DRAIN PIPE
RE: CIVIL DRAWINGS FOR
ELEVATIONS

3'-0"

A-DTEX17

GRID

1 1/2"

CONT. SEALANT, TYP.
BRICK VENEER BEYOND

SCHEDULED ALUMINUM
GLAZING SYSTEM

WALL BEYOND

GYP. BOARD

R-19 BATT INSULATION
6" STRUCTURAL STUD FRAMING

1'-10"

SPANDRAL GLAZING
- SEE GLAZING SCHEDULE

VAPOR RETARDER, TYP.

A-DTEX19

GRID
1 1

/2"
3/4

"

3/4"

5/8" GYP. BOARD OVER
FURRING HAT CHANNELS
@16" O.C.

CONCRETE SLAB
CONCRETE FOUNDATION

ALUMINUM SILL PAN

SCHEDULED ALUMINUM
GLAZING SYSTEM

1 1/2" 1'-3"

VA
RI

ES

RIGID INSULATION

B2
AE511

4" GRAVEL BED

A-DTEX20

BRICK VENEER

AIR SPACE

CAVITY DRAINAGE MATERIAL
5/8" GYP. BOARD OVER
VAPOR RETARDER, TYP.

CONCRETE SLAB

ROOF SYSTEM

RIGID INSULATION

AIR BARRIER, TYP.

STRUCTURAL BEAM

THRU-WALL FLASHING

B
1'-10"

12
" M

IN
.

1/2" GLASS MAT SHEATHING
OVER 6" STRUC. STUDS W/
BATT INSULATION

STEEL ANGLE, RE: STRUC.

A-DTEX21

4

12
" M

IN
.

1'-4" BRICK VENEER
CAVITY DRAINAGE MATERIAL

AIR SPACE
RIGID INSULATION

1/2" GLASS MAT SHEATHING
ROOF SYSTEM

STRUCTURAL BEAM
- SEE STRUCTURAL

GYP. BOARD
-SEE RC PLAN

R-19 BATT INSULATION

3 5/8" METAL STUDS

THRU-WALL FLASHING
& REGLET

AIR BARRIER, TYP.

6"

A-DTEX27

BRICK VENEER
AIR BARRIER
-EXTENDED OVER
WALL FLASHING

1/2" GLASS MAT
SHEATHING

6" STRUCT
STUD FRA.
R-19 BATT
INSULATION

VAPOR
RETARDER, TYP.

1-1/2" RIGID
INSULATION

FIRE SAFING
SYSTEM ON
METAL, TYP.

BRIDGING @
ALL SUPPORT
POINTS

AIR BARRIER,
ADHERE TO
ANGLE CLIP

A-DTEX28

R-19 BATT
INSULATION

SHIM AS REQ.

6 X 6 X .375
STEEL LINTEL

BRICK VENEER

CAVITY
DRAINAGE MATERIAL

DEFLECTION HEAD

MASONRY THRU
WALL FLASHING

WEEP HOLES @
EACH HEAD JOINT

BRICK VENEER
BEYOND

SCHED. ALUMINUM
GLAZING SYSTEM

1/2" GLASS MAT
SHEATHING
1 1/2" RIGID
INSULATION

CONT. SEALANT
& BACKER ROD

6" 16 GA. METAL
STUDS @ 16" O.C.

AIR BARRIER, TYP.
-EXTENDED OVER
WALL FLASHING

VAPOR RETARDER,
TYP.

1 1/2"

DEFLECTION TRACK
LOCATION TO BE
VERIFIED BY COLD
FORMED MTL DESIGN

A-DTWN23

J

1 1/2"

SCHEDULED
GLAZING SYSTEM,
TYP.

BACKER ROD &
SEALANT, TYP.

1/2" GLASS MAT
SHEATHING

6" METAL STUD
FRAMING
R-19 BATT
INSULATION

BRICK VENEER

BREAK METAL, PAINT
TO MATCH FRAME
CONC. FLOOR SLAB
METAL DECK

STRUCTURAL BEAM
- SEE STRUCTURAL

WALL BEYOND

1'-10"
9"

EDGE OF SLAB

AIR BARRIER,
TYP.

FIRE SAFING SYSTEM,
TYP.

A-DTEX31

BRICK VENEER

CELL VENT
@ 24" O.C. TYP.

COMPRESSABLE
FILLER

CONT. SEALANT

1/2" GLASS
MAT
SHEATHING
6" STRUCT
STUD FRA.

FLASHING

CAVITY DRAINAGE
MATERIAL (±9")

SHELF ANGLE T.O.BRICK
EL. 142'-0"

BRIDGING @
ALL SUPPORT
POINTS

RECESSED BRICK
VENEER BEYOND

A-DTEX34

BRICK VENEER

CAVITY DRAINAGE
 MATERIAL

WEEP HOLES @ 32" O.C.

COPPER FLASHING

CONCRETE FOUNDATION
3/4"3/4

"
1 1

/2"

AIR BARRIER, TYP.
1/2" GLASS SHEATHING

1 1/2" RIGID INSULATION

A-DTEX35

PLAN SECTION

SEISMIC CLIP

BRICK VEENER

SHEATHING

METAL STUD

9 ga. WIRE CONT.
@ 16" O.C.
VERTICAL BRICK
TIE

BATT INSUL.

A-DTWN25

1 1/2"

R-19 BATT
INSULATION

5/8" GYP. BD.

SHIM AS REQ.

6 X 6 X .375
STEEL LINTEL

BRICK VENEER

CAVITY
DRAINAGE MATERIAL

CONT. SEALANT
DEFLECTION HEAD

MASONRY THRU
WALL FLASHING

WEEP HOLES @
EACH HEAD JOINT

BRICK VENEER
BEYOND

SCHED. ALUMINUM
GLAZING SYSTEM

1/2" GLASS MAT
SHEATHING
1 1/2" RIGID
INSULATION

CONT. SEALANT
& BACKER ROD

6" 16 GA. METAL
STUDS @ 16" O.C.

AIR BARRIER, TYP.
-EXTENDED OVER
WALL FLASHING

VAPOR RETARDER,
TYP.

A-DTEX36

BRICK VENEER

WEEP HOLES, TYP.

COMPRESSABLE
FILLER

CONT. SEALANT

AIR BARRIER
-EXTENDED
OVER WALL
FLASHING

1/2" GLASS
MAT
SHEATHING
6" STRUCT
STUD FRA.
R-19 BATT
INSULATION

VAPOR
RETARDER,
TYP.

1-1/2" RIGID
INSULATION

THRU-WALL
FLASHING ON ANGLE
CAVITY DRAINAGE
MATERIAL (±9")

SHELF ANGLE T.O.B.
EL. 126'-0"

DEFLECTION
TRACK
LOCATION TO BE
VERIFIED BY COLD
FORMED MTL
DESIGN

AIR BARRIER,
ADHERE TO
ANGLE CLIP

1

A

B

C

D

E

1

2 3

2 3

4 5

4 5

A

B

C

D

E
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DETAILE3 SCALE: 1 1/2" = 1'-0" AE511

0 6" 1' 2'

SCALE: 1" = 1'-0"

0 2" 4" 8"

SCALE: 3" = 1'-0"

0 4" 8" 1'-4"

SCALE: 1 1/2" = 1'-0"

DETAILB1 SCALE: 1 1/2" = 1'-0" AE511

WALL DETAILA1 SCALE: 1 1/2" = 1'-0" AE511

CURTAIN WALL SILL DETAILA3 SCALE: 1 1/2" = 1'-0" AE511

ALUMINUM SILL DETAILA2 SCALE: 1 1/2" = 1'-0" AE511

DETAILD4 SCALE: 3" = 1'-0" AE511

FOUNDATION DRAIN DETAILA4 SCALE: 1 1/2" = 1'-0" AE511

DETAILC5 SCALE: 1 1/2" = 1'-0" AE511

DETAILB3 SCALE: 1 1/2" = 1'-0" AE511

DETAILE1 SCALE: 1 1/2" = 1'-0" AE511

DETAILE2 SCALE: 1" = 1'-0" AE511

DETAILC4 SCALE: 3" = 1'-0" AE511

STOREFRONT HEAD DETAILE4 SCALE: 3" = 1'-0" AE511

CURTAINWALL SILL @ FLOORB5 SCALE: 1 1/2" = 1'-0" AE511

CHIMNEY SHELF ANGLE DETAILC3 SCALE: 3" = 1'-0" AE511

TYPICAL BASE FLASHINGB2 SCALE: 3" = 1'-0" AE511

TYPICAL VENEER REINFORCEMENTC2 SCALE: 1 1/2" = 1'-0" AE511

STOREFRONT HEAD DETAILD5 SCALE: 3" = 1'-0" AE511

SHELF ANGLE DETAILD3 SCALE: 3" = 1'-0" AE511



A-DTDR08

GYP. BD.

DOOR (SEE SCHED.)

STRUCTURAL STEEL
ANGLE FOR
ATTACHEMENT OF H.M.
DOOR FRAME

CONT. BACKER ROD &
SEALANT

METAL STUD FRAMING
R-19 BATT INSULATION
1 1/2" RIGID INSULATION

SEALANT

1 1
/2"

BUILDING PAPER

GLASS MAT SHEATHING

H.M. DOOR FRAME

A-DTDR07

1 1/2"

R-19 BATT
INSULATION

5/8" GYP. BD.

6 X 6 X .375
STEEL LINTEL

BRICK VENEER

CAVITY DRAINAGE
MATERIAL

CONT. BACKER
ROD & SEALANT

MASONRY THRU
WALL FLASHING

WEEP HOLES @
EACH HEAD JOINT

BRICK VENEER
BEYOND

H.M. DOOR FRAME

1/2" GLASS MAT
SHEATHING

AIR BARRIER
EXTENDED OVER

FLASHING

1 1/2" RIGID
INSULATION

CONT. SEALANT
& BACKER ROD

6" 16 GA. STUDS
@ 16" O.C.

DOOR (SEE SCHED.)

VAPOR
RETARDER, TYP.

A-DTDR06

GYP. BD.

DOOR (SEE SCHED.)

STRUCTURAL STEEL
ANGLE FOR
ATTACHEMENT OF H.M.
DOOR FRAME

CONT. BACKER ROD &
SEALANT

METAL STUD FRAMING
R-19 BATT INSULATION
1 1/2" RIGID INSULATION

SEALANT

1 1
/2"

BUILDING PAPER

GLASS MAT SHEATHING

H.M. DOOR FRAME

A-DTDR05

GYP. BD. (BOTH SIDES)

METAL STUD FRAMING -
SEE WALL TYPE.

H.M. DOOR FRAME

DOOR (SEE SCHED.)

SEE SCHED.

CONT. SEALANT (BOTH
SIDES)

A-DTDR04

SCHEDULED ALUMINUM
GLAZING SYSTEM

SCHEDULED DOOR

A-DTDR03

SCHEDULED DOOR

CONC. SLAB

ALUM. THRESHOLD

EXPANSION JOINT W/ FILLER
STRIP

A-DTWN02

1 1/2"

R-19 BATT
INSULATION

5/8" GYP. BD.

SHIM AS REQ.

LOOSE LINTEL
RE: STRUCT.

BRICK VENEER

CAVITY
DRAINAGE MATERIAL

CONT. SEALANT
DEFLECTION HEAD

MASONRY THRU
WALL FLASHING

WEEP HOLES @
EACH HEAD JOINT

BRICK VENEER
BEYOND

SCHED. ALUMINUM
GLAZING SYSTEM

1/2" GLASS MAT
SHEATHING
1 1/2" RIGID
INSULATION

CONT. SEALANT
& BACKER ROD

6" STRUCT STUDS
@ 16" O.C.

AIR BARRIER, TYP.
-EXTENDED OVER
WALL FLASHING
VAPOR RETARDER,
TYP.

CONT. ANGLE
AS REQ'D FOR
ATTACHMENT OF
GLAZING SYSTEM

A-DTWN03

SCHEDULED ALUMINUM
GLAZING SYSTEM

JOINT SEALANT EA. SIDE
OF FRAME

CONCRETE FLOOR SLAB

SILL PAN WITH END DAMS -
MATCH WINDOW SYSTEM

A-DTWN04

R19 BATT INSULATION

SCHEDULED ALUMINUM GLAZING
SYSTEM

6" METAL STUD FRAMING @ 16" O.C.
DIAGONAL KICKERS @ 48"O.C.
BRACE BACK TO STEEL
STRUCTURE

BACKER ROD & SEALANT
BOTH SIDES

EXT GYP. BD SOFFIT PAINTED.

4" METAL STUD
FRAMING @
16" O.C.

SCHEDULED CEILING
RE: RCP

A-DTWN07

GRID

1 1/2"

SCHEDULED
GLAZING SYSTEM,
TYP.

BACKER ROD &
SEALANT, TYP.

1/2" GLASS MAT
SHEATHING

6" METAL STUD
FRAMING
R-19 BATT
INSULATION

BRICK VENEER

ALUM. BRAKE METAL
CLOSURE
CONC. FLOOR SLAB
METAL DECK

STRUCTURAL BEAM
- SEE STRUCTURAL

WALL BEYOND

1'-10"

9"
EDGE OF SLAB

AIR BARRIER,
TYP.

FIRE SAFING SYSTEM,
TYP.

A1
AE520

SIM.

SUPPLEMENTAL CLIPS
BY ALUMINUM
WINDOW INSTALLER

A-DTWN08

VAPOR RETARDER, TYP.

SUPPLEMENTAL CLIPS
BY ALUMINUM WINDOW
INSTALLER

CONT. BACKER ROD &
SEALANT

METAL STUD FRAMING
R-19 BATT INSULATION
1 1/2" RIGID INSULATION

CONT. SEALANT

1 1
/2"

1/2" GLASS MAT
SHEATHING

SHIM AS REQUIRED

AIR BARRIER, TYP

GYP. BOARD

ALUM. SILL PAN W/END
DAMS, TYP.

A-DTWN09

GYP. BD.

2 1/2" METAL STUD
FRAMING

VAPOR RETARDER, TYP.

CONT. SEALANT

WALL BEYOND
ALUM. GLAZING SYS.

LINE OF STRUCT. ABOVE

R-19 BATT INSUL.
SPANDRAL GLASS

A-DTWN10

VARIES VARIES

ALUMINUM GLAZING
SYSTEM
EXTRUDED SILL FLASHING
BACKER ROD & SEALANT
SHIM
ALUMINUM SILL PAN W/END
DAMS - SLOPE TO EXTERIOR

CONT. SEALANT

SHIM

CONT. CLIP

A-DTWN12

5/8" GYP. BOARD
6" @16 GA. STUDS
R-19 BATT INSUL.

1/2" GLASS MAT
SHEATHING
AIR BARRIER, TYP.

7/8" AIR SPACE
CONT. SEALANT &

BACKER ROD
EXTERIOR BRICK
VENEER

CURTAIN WALL
SYSTEM

GYP. BOARD SILL

1 1/2" RIGID INSULATION

CONT. SEALANT &
BACKER ROD

1 1
/2"

7 1
/2"

EDGE OF SLAB

11
 1/

2"

GRID

EDGE OF SLAB

9"

VAPOR RETARDER, TYP.

A-DTWN05

LINE OF STRUCT. BELOW

TOP OF BRICK BEYOND

1/4
" 4 1

/2"5 1
/2"

ROOFING SYSTEM
EXTENDED OVER TOP OF
BLOCKING

1/2" SHEATHING

2 1/2" METAL STUD
FRAMING

CONT. CLEAT, FASTEN @
12" O.C.

FASTENER W/ NEOPRENE
WASHER @ 12" 0.C.

PRE-FINISHED METAL CAP
FLASHING
TREATED WOOD
BLOCKING

ROOFING SYSTEM
EXTENDED OVER TOP OF
BLOCKING

TREATED PLYWOOD

SHIM

A-DTWN06

GYP. BD.

2 1/2" METAL STUD
FRAMING

VAPOR RETARDER, TYP.

CONT. SEALANT

WALL BEYOND

ALUM. CURTAINWALL SYS.

R-19 BATT INSUL.
SPANDREL GLASS

BRICK BEYOND

A-DTWN13

GYP. BD.
VAPOR RETARDER, TYP.

R-19 BATT INSUL.
SPANDREL GLASS

12

8"VARIES

METAL STUD FRAMING
@ 16" O.C.

METAL STUD DIAGONAL
BRACING STAGGERED
@ 48" O.C. MAX.

GLAZING SYSTEM
BEYOND

CONT. SEALANT

A-DTWN14

LEVEL 2
EL. 114'-8"

GYP. BD.
VAPOR RETARDER
METAL STUD FRAMING
FIRE SAFING SYSTEM,
TYP.

STRUCTURAL BEAM
- SEE STRUCTURAL

CURTAINWALL SYSTEM

R-19 BATT INSUL.

CONC. FLOOR SLAB
METAL DECK

SPANDREL GLASS

A-DTDR10

SHEET METAL BLOCKING
LENGTH OF SHUTTER DOOR
HOOD

6" STRUCT. METAL STUD BOX
BEAM HEADER (& JAMBS)

GYP. BD.

COILING DOOR JAMB
GUIDE BEYOND

ALUMINUM HOOD

SCHEDULED PARTITION

WALL OPENING
BEYOND

INSIDEOUTSIDE

4"

A-DTXX00

1/2"FINISH OPENING WIDTH

SHUTTER TRACK ASSEMBLY

BRACKET PLATE ABOVE

4" STRUCT. METAL STUD BOX
BEAM JAMB

GYP. BD.

SCHEDULED COILING SHUTTER

A-DTDR12

SOUND REDUCTION DOOR

U-FRAME DOOR BOTTOM

1/2" TALL x 5" WIDE
THRESHOLD, GROUT FILLED
OR SET IN MASTIC
BY INSTALLER

1/2
"

FINISHED FLOOR
PULL SIDE

A-DTDR11

RETAINER COVER

14 GA. SOUND
REDUCTION FRAME

SOUND REDUCTION DOOR

GRAVITY GLIDE
CAM LIFT HINGE

SEAL RETAINER

NEOPRENE SEAL

(2) LAYERS 5/8" GYP.
BD. OVER RESILIANT

CHANNELS @ 16" O.C..

1/4 - 20
THREADED INSERT

(2) LAYERS
5/8" GYP. BD.

CONT. SEALANT
(BOTH SIDES)

A-DTWN17

GRID

1 1/2"
SCHEDULED
GLAZING SYSTEM,
TYP.

BACKER ROD &
SEALANT, TYP.

1/2" GLASS MAT
SHEATHING

6" METAL STUD
FRAMING
R-19 BATT
INSULATION

BRICK VENEER

CONT. SEALANT

GYP. BOARD

WALL BEYOND

1'-10"

9"
EDGE OF SLAB

AIR BARRIER, TYP.

GYP. BOARD SILL

VAPOR RETARDER,
TYP.

A1
AE520

SIM.

SUPPLEMENTAL
CLIPS BY ALUMINUM
WINDOW INSTALLER

ALUM. SILL PAN
EXTENDS OVER
BRICK

A-DTWN18

CONCRETE  FLOOR SLAB
OVER METAL DECK

R-38 BATT INSUL. BELOW THE
SUSPENDED FLOOR SLAB
WHICH IS EXPOSED TO THE
EXTERIOR; HELD TIGHT
AGAINST METAL DECK - SHALL
BE EXTENDED TO OVERLAP
UNDERNEATH FINISHED FLOOR
SPACE ABOVE.

6" METAL STUD FRAMING

GYP. BD.
VAPOR RETARDER, TYP.

R-19 BATT INSUL.
SPANDREL GLAZING

FLOOR SLAB RECESSED 1/2" &
SLOPED 1/4':1'-0" TO EXTERIOR

SILL PAN OVER
EXPOSED TRAFFIC

WATERPROOF
MEMBRANE

CONT. BACKER ROD &
SEALANT

EXPOSED TRAFFIC WATERPROOF MEMBRANE -
EXTENDED UNDER SILL FLASHING OF  GLAZING SYSTEM

1
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C

D
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2 3

4 5

4 5
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DOOR AND WINDOW
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0 6" 1' 2'

SCALE: 1" = 1'-0"

0 2" 4" 8"

SCALE: 3" = 1'-0"

0 4" 8" 1'-4"

SCALE: 1 1/2" = 1'-0"

EXTERIOR H.M. JAMB DETAILA4 SCALE: 3" = 1'-0"_1_XREF AE520

EXTERIOR H.M. DOOR HEADA3 SCALE: 3" = 1'-0"_1_XREF AE520

EXTERIOR H.M. JAMB DETAILA2 SCALE: 3" = 1'-0"_1_XREF AE520

H.M. JAMB DETAIL (HEAD SIM.)E5 SCALE: 3" = 1'-0"_1_XREF AE520

ALUM. DOOR DETAILD5 SCALE: 3" = 1'-0"_1_XREF AE520

ALUM. DOOR DETAILC5 SCALE: 3" = 1'-0"_1_XREF AE520

STOREFRONT HEAD DETAILE1 SCALE: 3" = 1'-0"_1_XREF AE520

STOR. SILL DETAIL @ FLOORC1 SCALE: 3" = 1'-0"_1_XREF AE520

CURTAINWALL HEAD DETAILE4 SCALE: 1 1/2" = 1'-0" AE520

STOR. SILL DETAIL @ FLOORD1 SCALE: 1 1/2" = 1'-0" AE520

STOREFRONT JAMB DETAILE2 SCALE: 3" = 1'-0"_1_XREF AE520

CURTAINWALL HEAD DETAILD3 SCALE: 3" = 1'-0"_1_XREF AE520

STOR. SILL FLASHING DETAILA1 SCALE: 6" = 1'-0" AE520

CURTAINWALL JAMB DETAILC4 SCALE: 3" = 1'-0"_1_XREF AE520

CURTAINWALL DETAIL - T.O. WALLE3 SCALE: 3" = 1'-0"_1_XREF AE520

CURTAINWALL SILL DETAILC3 SCALE: 3" = 1'-0"_1_XREF AE520

CURTAINWALL SILL DETAILB3 SCALE: 1 1/2" = 1'-0" AE520

CURTAINWALL DETAIL @ FLOORB4 SCALE: 1 1/2" = 1'-0" AE520

ROLLING SHUTTER HEAD DETAILB1 SCALE: 1 1/2" = 1'-0" AE520

ROLLING SHUTTER JAMB DETAILB2 SCALE: 3" = 1'-0"_1_XREF AE520

SOUND REDUCTION DOOR DETAILC2 SCALE: 3" = 1'-0"_1_XREF AE520

SOUND REDUCT. JAMB (HEAD SIM)D2 SCALE: 3" = 1'-0"_1_XREF AE520

STOREFRONT SILL DETAILD4 SCALE: 1 1/2" = 1'-0" AE520

STOR. SILL DETAIL @ FLOORB5 SCALE: 1 1/2" = 1'-0" AE520



A-DTLU01

SEALANT AND
BACKER ROD

EXTRUDED ALUMINUM
FRAME (HEAD)

EXTRUDED ALUMINUM
BLADE

WALL BEYOND

EXTRUDED ALUMINUM
VERTICAL TEE STIFFENER
AND BLADE BRACE AS REQD

NOTE: REFER
TO E1/AE520
FOR BALANCE
OF
INFORMATION

REMOVABLE SCREEN
ASSEMBLY WITH EXTRUDED
ALUMINUM FRAME WHERE
OPEN AREA REQD

VAPOR RETARDER, TYP.

EXTRUDED
ALUM.

DEFLECTION
HEAD

A-DTLU02

EXTRUDED ALUMINUM
FRAME (SILL)

EXTRUDED ALUMINUM
BLADE

6" METAL STUD FRAMING
R-19 BATT INSUL.
CONT. BACKER ROD &
SEALANT
ALUM. SILL FLASHING
CONT. 3 X 2.5 X 0.25 STEEL
ANGLE FOR ATTACHEMENT
OF LOUVER ASSEMBLY

NOTE: REFER
TO D1/AE520
FOR BALANCE
OF
INFORMATION

REMOVABLE SCREEN
ASSEMBLY WITH
EXTRUDED ALUMINUM
FRAME WHERE OPEN
AREA REQD

BREAK METAL CLOSURE

FIRE SAFING SYSTEM, TYP.
EDGE OF CONC. FLOOR SLABLEVEL 2

EL. 114'-8"

A-DTLU03

CONT. 3 X 2.5 X 0.25
STEEL ANGLE FOR
ATTACHEMENT OF
LOUVER ASSEMBLY

CONT. BACKER ROD &
SEALANT

CONT. BACKER ROD &
SEALANT

1 1
/2"

SHIM AS REQD
EXTRUDED ALUM JAMB
EXTRUDED ALUM BLADES

NOTE: REFER
TO E2/AE520
FOR BALANCE
OF
INFORMATION

BRICK SILL BELOW

REMOVABLE SCREEN
ASSEMBLY WITH
EXTRUDED ALUMINUM
FRAME WHERE OPEN
AREA REQD

SILL BELOWVAPOR RETARDER, TYP.

A-DTLU04

OF BLADESCL

EXTRUDED ALUM. VERTICAL
TEE STIFFENER & BLADE
BRACES AS REQD

SILL BELOW

BRICK SILL BELOW

CLIP ANGLES AT HEAD OF
VERTICAL STIFFENER

REMOVABLE SCREEN
ASSEMBLY WITH EXTRUDED
ALUMINUM FRAME WHERE
OPEN AREA REQD

A-DTLU06

EXTRUDED ALUMINUM
FRAME (HEAD)

EXTRUDED ALUMINUM
BLADE

WALL BEYOND

EXTRUDED ALUMINUM
FRAME (SILL)

EXTRUDED ALUMINUM
BLADE
EXTRUDED ALUM. VERTICAL
TEE STIFFENER AND BLADE
BRACE AS REQD

BRICK BEYOND

CONT. BACKER ROD &
SEALANT
SILL FLASHING

REMOVABLE SCREEN
ASSEMBLY WITH EXTRUDED
ALUMINUM FRAME WHERE
OPEN AREA REQD

A-DTLU05

EXTRUDED ALUM. "I"
MULLION

1/4"

EXTRUDED ALUM. BLADES

EXTRUDED ALUM. JAMB

BRICK SILL BELOW

GYP. BD. SILL BELOW

REMOVABLE SCREEN
ASSEMBLY WITH EXTRUDED
ALUMINUM FRAME WHERE
OPEN AREA REQD

A-DTLU07

EXTRUDED ALUMINUM
BLADE

LOUVER OPENING (6"
METAL STUD FRAMED
WALL BEYOND)

3/4"

REMOVABLE INSULATED
CLOSURE WALL ASSEMBLY -
WHERE OPEN LOUVER AREA
NOT REQD., BUILT AND
SEALED AROUND DUCTWORK

1" INSULATED BLANKOFF
PANEL WITH ALUM. FACING
AND PERIM. GASKET

LOUVER
SYSTEM

BRICK BEYOND

4" METAL STUD
FRAMING @ 16" O.C.

BATT INSUL.

VAPOR RETARDER, TYP.

A-DTWN15

R-19 BATT
INSULATION

5/8" GYP. BD.

SHIM AS REQ.

CONT. SEALANT
DEFLECTION HEAD

ALUMINUM
GLAZING SYSTEM

EXT. 3/4" PLYWOOD
SHEATHING

CONT. SEALANT
& BACKER ROD

8" 16 GA. METAL
STUDS @ 16" O.C.

AIR BARRIER
EXTEND OVER
FLASHING

VAPOR RETARDER,
TYP.

WALL PANEL
SYSTEM  FLASHING

AND DRIP EDGE

METAL WALL
PANEL SYSTEM

3/4" PLYWOOD

A-DTWN16

R-19 BATT
INSULATION
5/8" GYP. BD.

SHIM AS REQ.

CONT. SEALANT

ALUMINUM
GLAZING SYSTEM

1/2" CEMENT
BOARD

CONT. SEALANT
& BACKER ROD

8" 16 GA. METAL
STUDS @ 16" O.C.

AIR BARRIER

VAPOR RETARDER,
TYP.

SILL PAN AND
RECEIVER
FLASHING

 ROOFING SYSTEM -
EXTEND OVER TOP

OF SILL

A-DTLU08

EXTRUDED ALUMINUM HORIZ.
"T" STIFFENERS AS REQD

LOUVER OPENING (6"
METAL STUD FRAMED
WALL BEYOND)

REMOVABLE INSULATED
CLOSURE WALL ASSEMBLY -
SEE DETAIL E3/AE521

1" INSULATED BLANKOFF
PANEL WITH PERIM. GASKET

LOUVER
SYSTEM

BRICK BEYOND

BLANK OFF SHEET METAL
WELDED INSIDE EXTRUDED
JAMB AND HEAD, MATCH
LOUVER MATERIAL

A-DTLU00

E2
AE521

C1
AE521

D2
AE521

C2
AE521

E1
AE521

D1
AE521

E4
AE521 TYP.

TYP.

TYP.

TYP.

TYP.

TYP.

TYP.

A-DTWN19

ALUM. GLAZING SYSTEM

A-DTWN00

BUILT UP ROOF
CRICKET BELOW

ROOF OVERHANG
ABOVE

C1
AE505

D1
AE505

32 32

32

32

HSS COLUMN - REFER
TO STRUCT.

7

8'-
7"

 F
RO

M 
GR

ID
LIN

E 
H

OPEN TO
BELOW

11'-0"

10
'-1

0"

3"

5"

A-DTWN21

ALUM. GLAZING
SYS. TYP.

BACKER ROD &
SEALANT, TYP.

GYP BD SILL BELOW

8" STRUCT. METAL
STUD FRAMING

METAL PANEL
SYSTEM TRIM W/
DOUBLE FACED
SEALANT TAPE

SHIM AS REQD

GYP BD

VAPOR RETARDER, TYP.

3/4" PLYWOOD

AIR BARRIER, TYP.
METAL PANEL SYSTEM

METAL PANEL SYSTEM DRIP
EDGE BELOW

SILL FLASHING
BELOW

HSS TUBE - REFER TO
STRUCT.

5"

3"

A-DTWN20

R-19 BATT INSUL.

6" STRUCT. METAL STUD
FRAMING

SPANDREL GLAZING - SEE
SCHED.

ALUM. GLAZING SYS. TYP
DEFLECTION HEAD

COLD FORMED
METAL TRUSSES

SHIM AS REQD

4" STRUCT. METAL STUD
BRIDGING

HAT CHANNELS @
16" O.C.
PAINTED EXTERIOR
GYP BD SOFFIT
CONT. BACKER ROD
& SEALANT

R-38 BATT INSUL.

A-DTWN22

COLD FORMED METAL
TRUSS
HAT CHANNELS @ 16" OC.
PAINTED EXTERIOR GYP.
BD. SOFFIT
CONT. BACKER ROD &
SEALANT
6" STRUCT. METAL STUD
BRIDGING
SHIM AS REQD
ALUM GLAZING SYSTEM
SPANDRAL GLASS
R-19 BATT INSUL.

R-38 BATT INSUL

2 1/2" METAL STUD FRAMING
BRICK BEYOND

A-DTEX29

4" STRUCT. METAL
STUD FRAMING
6" STRUCT. METAL
STUD FRAMING

BRICK VENEER

EDGE OF ROOF BELOW

THRU-WALL FLASING
AND MASONRY
REGLET BELOW

BUILT-UP CRICKET @
4:12 BELOW
METAL ROOFING
SYSTEM OVER COLD
FORMED METAL
TRUSSES BELOW

6'-
4"

A5
AE521

AIR BARRIER, TYP.

9'-0"

6.7 6.9

J.4

3'-
5"

6'-2"

A-DTEX29

BRICK VENEER
6" STRUCT. METAL STUD
FRAMING

4" STRUCT. METAL STUD
FRAMING

AIR BARRIER OVER 1/2"
GLASS MAT SHEATHING

HSS FRAMING - REFER
TO STRUCT

BUILT UP CRICKET

STEP FLASHING BELOW:
8" RISE, 12" RUN.
MASONRY REGLET
WITHIN MORTAR JOINT.
OVERLAP FLASHING
STEPS 4" HORIZ. MIN. -
MAINTAIN 8" VERT.
CLEAR MIN. FROM
ROOFING SYSTEM
BELOW.C5

AE521

A-DTEX30

C3
AE511

HSS TUBE BEYOND -
REFER TO STRUCT.

6" STRUCTURAL METAL
STUDS

BRICK VENEER - SOLDIER
COURSE, MITERED @
OUTSIDE CORNERS OF
CHIMNEY

BRIDGING @ ALL
SUPPORT POINTS

STANDING SEAM METAL
ROOF

3/4" PLYWOOD

2"
12"

AIR BARRIER, TYP. OVER
1/2" GLASS MAT
SHEATHING

T.O.M.
EL. 145'-0"

1'-
4"

8"
4"

3/4" TYP.

8"

BRICK VENEER - ROW LOCK
MITERED @ CORNERS

A-DTEX30

HSS TUBE BEYOND -
REFER TO STRUCT.

6" STRUCTURAL METAL
STUDS

AIR BARRIER, TYP. OVER
1/2" GLASS MAT
SHEATHING

BRICK VENEER

STEP FLASHING - STEPS: 12"
RUN & 8" RISE.  OVERLAP 4"
HORIZONTALLY. MAINTAIN 8"
CLEAR FROM ROOF BELOW

MORTAR REGLET &
RECEIVER FLASHING
THRU WALL FLASHING

CAVITY DRAINAGE MATERIAL
WEEP HOLES
STEP FLASHING BEYOND

1

A

B

C

D

E

1

2 3

2 3

4 5

4 5

A

B

C

D

E

AE521

STAFF MG
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2 12/18/07 DESIGN DEVELOPMENT
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LOUVER HEAD DETAILE1 SCALE: 3" = 1'-0" AE521

LOUVER SILL DETAILD1 SCALE: 3" = 1'-0" AE521

LOUVER JAMB DETAILC1 SCALE: 3" = 1'-0" AE521

LOUVER STIFFENER DETAILE2 SCALE: 3" = 1'-0" AE521

LOUVER HORIZ. JOINT DETAILD2 SCALE: 3" = 1'-0" AE521

LOUVER VERT. JOINT DETAILC2 SCALE: 3" = 1'-0" AE521

LOUVER CLOSURE DETAILE3 SCALE: 3" = 1'-0" AE521

CLERESTORY HEAD DETAILD3 SCALE: 3" = 1'-0" AE521

CLERESTORY SILL DETAILC3 SCALE: 3" = 1'-0" AE521

LOUVER BLANKOFF PANEL DETAILE4 SCALE: 3" = 1'-0" AE521

NOTE: SEE DETAIL
E3/AE521 FOR
LOUVER CLOSURE,
WHERE OPEN
AREA IS NOT REQD

NOTE: SEE DETAIL
E3/AE521 FOR
LOUVER CLOSURE,
WHERE OPEN
AREA IS NOT REQD

NOTE: SEE DETAIL
E3/AE521 FOR
LOUVER CLOSURE,
WHERE OPEN
AREA IS NOT REQD

NOTE: SEE DETAIL
E3/AE521 FOR
LOUVER CLOSURE,
WHERE OPEN
AREA IS NOT REQD

NOTE: SEE DETAIL
E3/AE521 FOR
LOUVER CLOSURE,
WHERE OPEN
AREA IS NOT REQD

NOTE: SEE DETAIL
E3/AE521 FOR
LOUVER CLOSURE,
WHERE OPEN
AREA IS NOT REQD

CLERESTORY ENLARGED PLANB3 SCALE: 1/4" = 1'-0" AE521

CURTAINWALL HEAD @ SOFFITA3 SCALE: 3" = 1'-0" AE521

STOR. HEAD @ SOFFITA2 SCALE: 3" = 1'-0" AE521

STOR. OUTSIDE CORNER DETAILA1 SCALE: 3" = 1'-0" AE521

LOUVER SYSTEM ENLARGED ELEVATIONB1 SCALE: 1/4" = 1'-0" AE521

CLERESTORY JAMB DETAILC4 SCALE: 3" = 1'-0" AE521

CHIMNEY ENLARGED PLANA4 SCALE: 1/2" = 1'-0" AE521

CHIMNEY TYP. CORNER DETAILA5 SCALE: 1 1/2" = 1'-0" AE521

BRICK DETAIL @ TOP OF CHIMNEYD5 SCALE: 1 1/2" = 1'-0" AE521

CHIMNEY STEP FLASHING DETAILC5 SCALE: 1 1/2" = 1'-0" AE521



Updated  02/29/08 A-DTVC01

2 12 "

1"

11 2"

5
8"

11"
STEEL PLATE
TREADS & RISERS
(PLATE THICKNESS
AS REQUIRED)

CONCRETE FILLED
STEEL PAN TREADS

STRINGER

A-DTVC02

X

X

SECTION X

HEADER CHANNEL

STRINGER

CLOSURE
(FIELD WELD)

1 1/2"
TUBE POSTS

3" CLEAR

3'-
0"

 M
IN

.

3'-
6"

A-DTVC03

3 1/2"

2 1/2"

3 1/2"

3'-
6"

3'-
0"

X

X

3'-
0"3'-

6"

1 1/2"

2 1
/2"

2'-
4"

2 3
/4"

1 1/2" TUBE POSTS
WELDED TO
STRINGER

1 1/2" O.D. TUBING

STEEL MESH

STRINGER

3/16" STEEL
PLATE FRAMES,

WELD TO POSTS
TYP.

SECTION "X"

5"

5"

3/8" X 1" BAR,
WELD TO
PLATE FRAME,
TYP.

A-DTVC04

HANDRAIL BRACKETS
@ 4'-6" O.C. MAX. TYP.

FACE OF WALL

HANDRAIL
STEEL PIPE
1 1/2" NOM. STD.

1 1/2"

3'-
0"

A-DTVC05

HANDRAIL

STRINGERS
PLATE PARALLEL TO
STEEL BACKING

1 1/2"

A-DTVC06

STRINGER (BENT)

3'-
6"

CONCRETE SLAB ON MTL. DECK

4 1
/2"

2"

2 1
/2"

1 1/2" Ø TUBING

STEEL MESH - WELD TO PLATE FRMES

3/16" STEEL PLATE FRAMES -
WELD TO POSTS, TYP.

1 1/2" Ø POSTS

A-DTVC07

FLOOR SLAB/LANDING
RAIL POST

HINGE AT TOP & BOTTOM
3 1/2" X 3 1/2" SPRING
WITH RUBBER PAD
3/8" X 2" WELDED TO GATE

WITH (3) 3/8 DIA. X 3"
LONG HH LAG SCREWS

FASTEN GATE TO WALL

EXTEND 3'-0" A.F.F.
WELDED TO STUDS -
14 GA. STRUCT. STUD

R1 5/8"TYP.

2'-
10

" 1'-
6"

7 1
/2"

7 1
/2"

1 1
/2"

1 1
/2"

2"

STEEL BAR STOP- 

PIPE  GATE
1 1/2"Ø STAINLESS STEEL

A-DTIN29

4'-
9 1

/4"
 T

YP
.

2'-
1"

 T
YP

.

4'-9 7/8" TYP.

6" TYP.6" TYP.

CONT. WOOD TOP RAIL

3/8" X 4" FLAT BAR POSTS (2
BARS / POST @ 2 5/8" O.C. (2
1/4" BETWEEN))

CONT. 1/4" PLATE
UNDERNEATH WOOD TOP
RAIL

STEEL MESH AND STEEL
PLATE FRAME ASSEMBLY

2 1
/2"

 T
YP

.
2 1

/2"
 T

YP
.

STEEL MESH AND STEEL
PLATE FRAME ASSEMBLY

OPEN TO BELOW

2 1/2" TYP.

C1
AE530

E3
AE530

A-DTIN33

C4
AE530

C4
AE530

WOOD TOP RAIL

4"
4"

STEEL MESH INFILL

FLAT BAR POSTS

STEEL PLATE FRAMES

STEEL TUBE BETWEEN
POSTS

3/8" X 1" STEEL BAR, WELD TO STEEL PLATE FRAME ASSEMBLY

A-DTIN33

4"
4"

WOOD TOP RAIL

STEEL MESH INFILL

FLAT BAR POSTS

STEEL PLATE FRAMES

STEEL TUBE BETWEEN
POSTS

3/8" X 1" STEEL BAR, WELD TO STEEL PLATE FRAME ASSEMBLY

A-DTIN28

D5
AE530   SIM.

3'-
6"

2'-
2 1

/2" 2'-
10

"

2 1/4"

1" X 2" STEEL MESH, WELD TO STEEL PLATE
FRAME
3/8" X 4" FLAT BAR  POSTS (2 BARS / POST @
2 5/8" O.C.), WELD TO STEEL AT FLOOR

CONT. 1 X 1 1/2 STEEL TUBE BETWEEN POSTS
& AT ENDS OF GUARDRAILS AS SHOWN.

CONT. PAINTED STEEL ANGLE EMBED @ SLAB
EDGE TO RECEIVE STEEL POSTS (WELD).

C5
AE530 

7 1
/2"

3/16" X 1 1/4" STEEL PLATE FRAME, WELD TO
POSTS, TYP.

A-DTIN31

5" X 1 3/4" WOOD TOP RAIL W/ EASED
EDGES. RAILING IS CONTINUOUS
EXCEPT AS NOTED.

CONT. PAINTED 1/4" X 2" STEEL PLATE
WELDED TO STEEL POSTS, FASTEN WOOD
TOP RAILS W/ 2 COUNTERSUNK SCREWS @
18" O.C.

2"4"

CONT. 3/16" STEEL PLATE FRAMES, WELD
TO STEEL POSTS TYP.

  
  

8"

1" X 2" STEEL MESH, WELD TO STEEL PLATE
FRAMES

A-DTIN30

GUARDRAIL SUPPORT POSTS
WELDED TO STEEL BELOW

FLOORING - SEE FINISH SCHEDULE

ALUMINUM "T" MOLDING

5/8" GYP ON 1 1/2" METAL STUDS
@16"O.C.WITH EDGE TRIM.

CONCRETE SLAB

STEEL FRAMING - SEE STRUCTURAL

3"
1 1

/2"
3"

3/16" X 1 1/4" STEEL PLATE FRAME
AND STEEL MESH ASSEMBLY, WELD
TO STEEL POSTS TYP.
CONT. 1 X 1 1/2 STEEL TUBE

1

A

B

C

D

E

1

2 3

2 3

4 5

4 5

A

B

C

D

E

AE530
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VERTICAL
CIRCULATION DETAILS
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TYPICAL RISER-TREAD DETAILA1 SCALE: 3" = 1'-0" AE530

TYPICAL GUARDRAIL @ LANDINGA2 SCALE: 3/4" = 1'-0" AE530

TYPICAL GUARDRAIL DETAILA3 SCALE: 3/4" = 1'-0" AE530

HANDRAIL DETAILB3 SCALE: 3" = 1'-0" AE530

HANDRAIL DETAILC3 SCALE: 3" = 1'-0" AE530

GUARDRAIL @ FLOOR LANDINGA4 SCALE: 1" = 1'-0" AE530

SWING GATE DETAIL @ STAIRB2 SCALE: 1 1/2" = 1'-0" AE530

GUARDRAIL PLAND1 SCALE: 3/4" = 1'-0" AE530

GUARDRAIL ELEVATION N+SC1 SCALE: 3/4" = 1'-0" AE530

GUARDRAIL ELEVATION E+WE3 SCALE: 3/4" = 1'-0" AE530

GUARDRAIL SECTION DETAILC4 SCALE: 1 1/2" = 1'-0" AE530

TOP OF GUARDRAIL DETAILD5 SCALE: 3" = 1'-0" AE530

BOTTOM OF GUARDRAIL DETAILC5 SCALE: 3" = 1'-0" AE530



A-DTIN08

PLASTIC LAMINATE
END PANELS

HOOKS @ 12" O.C.
SECURE TO BLOCKING

1" PLASTIC LAMINATE SUPPORT

PLASTIC LAMINATE SHELF,
EASE EDGES TYP.

LINE OF WALL

2'-0"

2" RADIUS

A2
AE541

A-DTIN09

8"

3'-
10

" A
.F

.F
.

3/4" PLYWOOD PLASTIC
LAMINATE END PANELS

STAINLESS STEEL HOOKS @
12" O.C. SECURE TO BLOCKING

1" PLASTIC LAMINATE
SUPPORT

3/4" PLYWOOD WITH
PLASTIC LAMINATE, EASE
EDGES TYP.

2"
4"

CLEAR CAULK - ALL SIDES

A-DTIN10

DOOR FRAME BEYOND
FLOOR AS SCHEDULED
45° BEVEL

BUTT EDGE @ CERAMIC TILE

THIN SET STONE
THRESHOLD

CONCRETE SLAB

1/2
"

    
MA

X.

FLOOR AS SCHEDULED

A-DTIN11

20 GA. METAL STUD FRAMING

CEMENTITIOUS BOARD

CERAMIC WALL TILE
INSTALL PER SPECIFIED
TCA INSTALLATION METHOD

COVED CERAMIC WALL TILE
MOSAIC FLOOR TILE

INSTALL PER SPECIFIED
TCA METHOD ON MEMBRANE AT
ELEVATED SLAB

CONCRETE SLAB

A-DTIN12

2x6 WOOD
BLOCKING

METAL SCREW
INTO BLOCKING

VERTICAL CORE

5
8" GYP BD

OVER METAL
STUD FRAMING

WALL STIRRUP
BRACKET (SEE
SPECS) (HORIZONTAL SECTION @ WALL)

A-DTIN13

STAINLESS STEEL
CLOSURE TO BE THE
DEPTH OF THE CERAMIC
TILE & SETTING BED

MIRROR

GYP BD OVER
METAL STUD
FRAMING

2X WOOD
BLOCKING

TILE BELOW

A-DTIN15

DOOR (WHERE OCCURS)

SCHED. CARPET

RESILIENT FLOORING /
SEALED CONCRETE

RUBBER TRANSITION STRIP
(CENTER ON DOOR)

CONCRETE SLAB

A-DTIN17

WALK-OFF MAT 3
8" THICK MIN.

METAL EDGE ANGLE 3
8" THICK MIN.

CARPET

A-DTIN14

6'-
0"

PAINTED GYP
BOARD W2F

BULLNOSE
8" X 2"

HORIZONTAL
ACCENT BAND

4" X 4" GLAZED
CERAMIC TILE
SEMI GLOSS
FINISH

COVE BASE
6" X 6"

4" 8" 4" 8" 4" 8"

2"
8"

8"

2"

4"
8"

8"

1'-0" 1'-0" 1'-0"

8"
4"

8"
8"

8"

4" 8" 4" 8" 4" 8" 4" 8" 4" 8" 4" 8"

1'-0" 1'-0" 1'-0" 1'-0" 1'-0" 1'-0"

A-DTIN14

PLASTIC LAMINATE
END PANELS

HOOKS @ 12" O.C.
SECURE TO BLOCKING

1" PLASTIC LAMINATE SUPPORT

PLASTIC LAMINATE SHELF,
EASE EDGES TYP.

LINE OF WALL

4'-0"

2" RADIUS

A2
AE541

A-DTIN36A-DTIN14

5'-
0"

PAINTED GYP
BOARD W1

BULLNOSE
8" X 2"

4" X 4" GLAZED
CERAMIC TILE
SEMI GLOSS
FINISH

COVE BASE
6" X 6"

1

A

B

C

D

E

1

2 3

2 3

4 5

4 5

A

B

C

D

E

AE541
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SHELF DETAILA1 SCALE: 3" = 1'-0" AE541

SHELF DETAILA2 SCALE: 3" = 1'-0" AE541

THRESHOLD DETAILB4 SCALE: 3" = 1'-0" AE541

COVED TILE DETAILA3 SCALE: 3" = 1'-0" AE541

TOILET PARTITION MOUNTINGA4 SCALE: 3" = 1'-0" AE541

MIRROR DETAIL - TYPICALB3 SCALE: Full AE541

DETAILB5 SCALE: 3" = 1'-0" AE541

DETAILC5 SCALE: 3" = 1'-0" AE541

0 6" 1' 2'

SCALE: 1" = 1'-0"

0 2" 4" 8"

SCALE: 3" = 1'-0"

0 4" 8" 1'-4"

SCALE: 1 1/2" = 1'-0"

TYP. RESTROOM WALL PATTERNB2 SCALE: 1/2" = 1'-0" AE541

TYP. RESTROOM FLOOR PATTERNB1 SCALE: 1/2" = 1'-0" AE541

W3A- 4" X 4" GLAZED CERAMIC TILE
ALTERNATING PATTERN

 COLOR: TO BE DETERMINED
PG1

W3B- 4" X 4" MATTE CERAMIC TILE
HORIZONTAL BAND
COLOR: TO BE DETERMINED

   PG 2

WALL TILE PATTERN LEGEND

F4A- 2" X 2" PORCELAIN TILE
COLOR: TO BE DETERMINED
PRICE GROUP 1

F4B- 2" X 2" GLAZED CERAMIC TILE
COLOR: TO BE DETERMINED
PRICE GROUP 2

F4C- 2" X 2" GLAZED CERAMIC TILE
COLOR: TO BE DETERMINED
PRICE GROUP 3

F4D- 2" X 2" GLAZED CERAMIC TILE
COLOR: TO BE DETERMINED
PRICE GROUP 4

FLOOR TILE PATTERN LEGEND

SHELF DETAILC4 SCALE: 3" = 1'-0" AE541

TYP. NICHE WALL PATTERNC3 SCALE: 1/2" = 1'-0" AE541



45
°

45°45
°

45°

VERTICAL
COMPRESSION
STRUT - 1-1/2"
18GA STUD

MAIN RUNNER

4" MAX.TYP.

12 GA. SPLAY WIRE IN
PLANE OF EACH
COMPONENT

CROSS RUNNER

A-DTCL04 A-DTCL02

7/8" WALL MOLDING

12 GA. PERIMETER
WIRE

NOTE: FOR UNATTACHED WALL CONDITION

RUNNER

TYP.

8" MAX.

7/8"

'BERC2' CLIP
3/4"

A-DTCL01

7/8" WALL MOLDING

12 GA. PERIMETER
WIRE

NOTE: FOR ATTACHED WALL CONDITION

RUNNER

TYP.

8" MAX.

7/8"

'BERC2' CLIP

A-DTCL29

TRIM BY SCREEN
MANUFACTURER

MOTORIZED
RECESSED PROJECTION
SCREEN ANCHORED
TO STRUCTURE ABOVE

1 1/2" CHANNELS @ 36" O.C.
WITH 7/8" HAT CHANNELS
@ 16" O.C. CEILING
SUSPENSION SYSTEM

METAL EDGE TRIM

A-DTCL37

4'-
0"

 M
AX

.

METAL STUD DIAGONAL
BRACING AT 4'-0" O.C.
STAGGERED

GYPSUM BOARD

SEE R.C.P.

3 5/8" METAL STUDS
@ 16"  ANCHORED TO
STRUCTURE ABOVE

A-DTCL05

CEILING STRUCTURE

OBSTRUCTION

TWO METAL CR RUNNERS
PLACED BACK TO BACK,
WITH MIN. SIZE AS REQ'D
FOR LOAD AND SPAN

DUCT OR OTHER

MAIN RUNNER

ACCOUSTICAL CEILING
PANEL OR SUSPENDED
GYP. BD. CEILING

12 GA. SPLAY WIRE

4'-0" O.C. TYP.

GREATER THAN 4'-0"

A-DTCL39

1"
2'-

0"

5/8" GYPSUM BOARD
ON 3 1/2"  METAL
STUDS @ 16" O.C.

A-DTCLO6

SEE R.C.P

EXISTING CEILING

CEILING EXPANSION
JOINT ASSEMBLY EJ-4

EXPANSION JOINT
ASSEMBLY BEYOND

CHANNEL MOLDING

6"

SUSPENDED GYP. BD.
CEILING SYSTEM

7'-0" A.F.F.

A-DTCL07

5 1/2"

8"

7"

2 1
/2" 7/8

"
1 1

/4"

3 5
/8"

 M
IN

.

STRUCTURAL BEAM
- SEE STRUCTURAL
3/8" Ø DROP RODS
DROP ROD BRACKETS
GYP. BOARD CEILING
SYSTEM - SEE RCP4 3/4"

SEE R.C.P.

SUSPENDED
ACOUSTICAL
TILE CEILING
SYSTEM

5/8" GYP.BD.

3 5/8" METAL STUDS
@ 16"  ANCHORED
TO STRUCTURE
ABOVE, TYP.

3 5/8" METAL STUD
DIAGONAL BRACING
@ 4'-0" O.C.

GYP.BD.

A-DTCL21

SEE  PLAN

SEE R.C.P.
SEE R.C.P.

SUSPENDED
ACOUSTICAL
TILE CEILING SYSTEM

5/8" GYP.BD.

3 5/8" METAL STUDS
@ 16"  ANCHORED TO
STRUCTURE ABOVE, TYP.

3 5/8" METAL STUD
DIAGONAL BRACING
@ 4'-0" O.C.

GYP.BD.

A-DTCL22

SEE R.C.P.

ACOUSTICAL CEILING
PANEL

GYPSUM BOARD

METAL STUD DIAGONAL
BRACING AT 4'-0" O.C.,
ANCHORED TO
STRUCTURE ABOVE

METAL STUDS AT
ANCHORED TO
STRUCTURE ABOVE

SUSPENDED CEILING
SYSTEM

SEE R.C.P.

A-DTCL23

SEE R.C.P.

STEEL ROOF JOISTS,
SEE STRUCT

GYP. BD.

SEE R.C.P.

2 1/2" METAL STUD
FRAMING

4" STRUCT. METAL
STUD HEADERS

SLOPED STEEL ROOF
JOISTS BEYOND

SLOPED STEEL ROOF JOISTS
BEYOND

A-DTCL40

A-DTCL41

D2
AE551

C3
AE521

BEAM, SEE STRUCT.

HSS COLUMN, SEE STRUCT.

ROOF JOIST, SEE STRUCT.

8" STRUCT. METAL STUDS

4" STRUCT. METAL STUDS

DIAGONAL METAL STUD
BRACING 4' O.C.

GYP. BD.

SEE R.C.P.

SEE R.C.P.

SEE R.C.P.

SCHEDULED CEILING

ROOF JOIST "WRAP"
BEYOND

5"2'-6"

C3
AE521

BEAM BEYOND, SEE
STRUCT.

HSS COLUMN BEYOND, SEE
STRUCT.

ROOF BEAM, SEE STRUCT.

8" STRUCT. METAL STUDS

4" STRUCT. METAL STUDS

DIAGONAL METAL STUD
BRACING 4' O.C.

GYP. BD.

SEE R.C.P.

SEE R.C.P.

SEE R.C.P.

SCHEDULED CEILING

A-DTCL41

METAL STUDS @ 16" O.C.
TURNED ON SIDE FOR

FURRING

9'-4"2'-6"5"

A-DTCL41

C3
AE521

BEAM BEYOND, SEE
STRUCT.

HSS COLUMN BEYOND, SEE
STRUCT.

ROOF JOIST, SEE STRUCT.

8" STRUCT. METAL STUDS

4" STRUCT. METAL STUDS

DIAGONAL METAL STUD
BRACING 4' O.C.

GYP. BD.

SEE R.C.P.

SEE R.C.P.

SEE R.C.P.

SCHEDULED CEILING

METAL FURRING AS REQD.

2'-6" 5"

A-DTCL08

LATERAL FORCE
BRACING REQUIRED,
THIS LOCATION ONLY

PERIMETER WIRE

PLAN

x x xx

x

x

x

x

x

x

xxx xx x

x

x

xx

x

x

ATTACHED WALL

UN
AT

TA
CH

ED
W

AL
L

HANGER WIRE

SEE DETAIL E2/AE540
FOR ATTACHED WALL
CONDITION

SEE DETAIL E1/AE540
FOR  UNATTACHED WALL
CONDITION

SYMBOL LEGEND:

x
x

PERIMETER WIRES
HANGER WIRES

1

A

B

C

D

E

1

2 3

2 3

4 5

4 5

A

B

C

D

E

AE551

STAFF MG

1 10/26/07 SCHEMATIC DESIGN

2 12/18/07 DESIGN DEVELOPMENT

3  02/08/08 CONSTRUCTION DOCUMENTS

4 03/04/08 CONSTRUCTION BID DOCUMENTS

   

   

   

   

   

   

   

CEILING DETAILS

H
U

R
S

T 
C

E
N

TE
R

FO
R

 L
IF

E
LO

N
G

 L
E

A
R

N
IN

G
W

E
B

E
R

 S
TA

TE
 U

N
IV

E
R

S
IT

Y

CONSTRUCTION BID
DOCUMENTS
MARCH 4, 2008

CHECKED BY:

MHTN PROJECT NO.

DRAWN BY:

MHTN ARCHITECTS, INC.

www.mhtn.com
Telefax (801) 595-6717
Telephone (801) 595-6700
Salt Lake City, Utah 84111

420 East South Temple
Suite 100

SEAL

SHEET NUMBER

DATE DESCRIPTION

REVISIONS:

NO. DATE DESCRIPTION

ISSUED:

NO.

By
: S

ha
ne

T;
  F

eb
 29

, 2
00

8 -
 7:

04
pm

K:
\H

igh
er

_E
d\2

00
75

56
 W

SU
 H

ur
st 

Ce
nte

r\1
 D

ra
wi

ng
s\A

E5
51

.dw
g

TYP. CEILING BRACE DETAILA1 SCALE: N.T.S. AE551

DETAILA2 SCALE: N.T.S. AE551

DETAILA3 SCALE: N.T.S. AE551

PROJECTION SCREEN RECESSB1 SCALE: 1 1/2" = 1'-0" AE551

DETAILB3 SCALE: 1 1/2" = 1'-0" AE551

OBSTRUCTION ABV. CEILINGC1 SCALE: 1 1/2" = 1'-0" AE551

DETAILC2 SCALE: 1 1/2" = 1'-0" AE551

DETAILD1 SCALE: 1 1/2" = 1'-0" AE551

ROOF JOIST WRAP SECTIOND2 SCALE: 1 1/2" = 1'-0" AE551

CLERESTORY OPENING N-SC3 SCALE: 1" = 1'-0" AE551

CLERESTORY OPENING WESTC4 SCALE: 1" = 1'-0" AE551

CLERESTORY OPENING EASTC5 SCALE: 1" = 1'-0" AE551

TRACK DETAILE1 SCALE: 3" = 1'-0" AE551

DETAILB2 SCALE: 1 1/2" = 1'-0" AE551

DETAILB5 SCALE: 1 1/2" = 1'-0" AE551

DETAILA4 SCALE: 1 1/2" = 1'-0" AE551

DETAILB4 SCALE: 1 1/2" = 1'-0" AE551



A-DTWL21

NOTES:
- SEE A3 & B1 /AE601 FOR TOP OF WALL 

CONDITION.
- FULL HT. TO UNDERSIDE OF DECK, U.N.O.

ON CODE PLANS & REFLECTED CEILING 
PLANS. PROVIDE DEFLECTION TRACK AT
TOP OF PARTITION.

- SEE FINISH PLANS/SCHEDULE FOR 
ADDITIONAL WALL FINISH (IF ANY).

5/8" TYPE X GYP. BOARD

3 5/8" METAL STUD FRAMING @ 24" O.C.

ACOUSTIC BATT INSULATION

A-DTWL22

NOTES:
- FULL HT. TO UNDERSIDE OF DECK, U.N.O.

ON CODE PLANS & REFLECTED CEILING 
PLANS.

- SEE FINISH PLANS/SCHED. FOR
ADDITIONAL WALL FINISH (IF ANY).

5/8" TYPE X GYP. BOARD

3 5/8" METAL STUD FRAMING @ 24" O.C.

ACOUSTIC BATT INSULATION
ROOMS 000, 006, 007 PROVIDE R-13
THERMAL BATT INSULATION WITH VAPOR
RETARDER AT INSIDE FACE OF STUDS @
EXTERIOR FOUNDATION WALLS.

A-DTWL23

NOTES:
- SEE A3 & B1 /AE601 FOR TOP OF  WALL 

CONDITION.
- FULL HT. TO UNDERSIDE OF DECK, U.N.O.

ON CODE PLANS & REFLECTED CEILING 
PLANS. PROVIDE DEFLECTION TRACK AT
TOP OF PARTITION.

- SEE FINISH PLANS/SCHED. FOR
  ADDITIONAL WALL FINISH (IF ANY).

5/8" TYPE X GYP. BOARD

6" METAL STUD FRAMING @ 24" O.C.

ACOUSTIC BATT INSULATION

A-DTWL24

SHAFT SIDE

NOTES:
-  1 HOUR RATING - UL#415 OR 469.
-  SEE B5 /AE601 FOR TOP OF WALL CONDITION.
-  FULL HT. TO DECK, RE: B5/AE601
-  SEE FINISH PLANS/SCHED. FOR ADDITIONAL
   WALL FINISH (IF ANY).

5/8" TYPE X GYP. BOARD

METAL STUD FRAMING @ 24" O.C.

ACOUSTIC BATT INSULATION

1" GYPSUM LINER PANEL

A-DTWL25

NOTES:
- 1 HOUR RATING - UL#465
- SEE A3/AE601 FOR TOP OF WALL CONDITION.
- PARTITION SHALL BE FULL HT. TO 

UNDERSIDE OF DECK
- SEE FINISH PLANS/SCHEDULE FOR 

ADDITIONAL WALL FINISH (IF ANY).

5/8" TYPE X GYP. BOARD

3 5/8" METAL STUD FRAMING @ 24" O.C.

ACOUSTIC BATT INSULATION

A-DTWL26

NOTES:
- 1 HOUR RATING - UL#465
- SEE A3/AE601 FOR TOP OF WALL

CONDITION.
- FULL HT. TO UNDERSIDE OF DECK
- SEE FINISH PLANS/SCHEDULE FOR 

ADDITIONAL WALL FINISH (IF ANY).

5/8" TYPE X GYP. BOARD

6" METAL STUD FRAMING @ 24" O.C.

ACOUSTIC BATT INSULATION

A-DTWL-HD01

3

ACOUSTIC BATT INSULATION

3" WIDE CONT. BACKING PLATE
FLAT BAR @ 24" O.C. WHERE
PARTITON LOCATION IS BETWEEN
DECK FLUTES

Z FURRING MEMBER
@ 24" O.C. FOR ATTACHMENT TO
ROOF DECK W/ SPRAY-ON
FIREPROOFING (NOT SHOWN)

1

A-DTWL-HD02

3

ACOUSTIC BATT INSULATION

STEEL TRACK
DEFLECTION TRACK

Z FURRING MEMBER
@ 24" O.C. FOR ATTACHMENT TO
ROOF DECK W/ SPRAY-ON
FIREPROOFING (NOT SHOWN)1

A-DTWL-HD03

A4/AE601 WHEN WALL PARALLEL W/ DECK FLUTES
A5/AE601 WHEN WALL PERPENDICULAR TO DECK
A1 AND A2/AE601 FOR NON-RATED PARTITIONS

2

1

A-DTWL-HD04

6"

1 1
/2"

1 1
/2"

1"
1/4

"

14

3

FIRE SAFING

FIRESTOP SEALANT

STEEL TRACK
FIRE TRACK

Z FURRING MEMBER
@ 24" O.C. FOR ATTACHMENT
TO ROOF DECK W/ SPRAY-ON
FIREPROOFING

A-DTWL-HD05

6" 1 1
/2"

1 1
/2"

1"
1/4

"
1/4

"

14
Z FURRING MEMBER
@ 24" O.C. FOR ATTACHMENT
TO ROOF DECK W/ SPRAY-ON
FIREPROOFING

STEEL TRACK
FIRE TRACK

FIRESTOP SEALANT

3

THROUGHT-PENETRATION
FIRE STOP SYSTEM.
FIRE SAFING

A-DTWL-HD06

6"

EXTEND KICKER TO TOP CHORD
OF EACH ROOF JOIST WHEN
PARALLEL TO ROOF JOIST.
EXTEND KICKER TO TOP CHORD
OF ROOF JOIST AT 8'-0" O.C. WHEN
PERPENDICULAR TO ROOF JOIST.

2

1

STEEL TRACK

3 5/8" STUD 8'-0" O.C.
STAGGERED

A-DTWL-HD07

1/2"
PROVIDE CONTROL JOINTS AT 30' MAX.
HORIZONTAL SPACING WHERE INDICATED
ON DRAWINGS OR REQ.'D BY MANUF.,
REVIEW W/ ARCHITECT.

1/4"

CONTROL JOINT

FIRE SAFING
@ RATED WALLS

STEEL STUD
(SEE WALL TYPE)

5/8" TYPE X GYP.
BOARD (NO. OF

LAYERS PER WALL
TYPE)

1.

GENERAL PARTITION TYPE NOTES

PARTITION TYPE KEYNOTES
1 SEE WALL TYPE

2 SCHEDULED CEILING

3

4

SEE A4/AE601 FOR TYPICAL CONTROL JOINT DETAIL AND SPACING
REQUIREMENTS.

2. PROVIDE WATER RESISTANT GYP. BD. @ RESTROOMS, KITCHEN
AND JANITOR ROOM LOCATIONS.

4. PROVIDE 5/8" CEMENTITIOUS BACKER BOARD @ CERAMIC TILE WALL
LOCATIONS, SEE INTERIOR ELEVATIONS AND FINISH SCHEDULE.

SINGLE PLY MEMBRANE ROOF SYSTEM OR CONCRETE SLAB ON DECK
OR CONCRETE FLAT SLAB.

(1) HOUR ASSEMBLY (UL DES. NO. SHOWN U465).  PROVIDE FIRE
TRACK ASSEMBLY FOR UL DESIGN AND RATING INDICATED BY
SCHEDULED WALL TYPE.

WALL TYPE 4 = UL HW-D-0119
WALL TYPES 5 & 6 = UL HW-D-0060 - 1 HR RATING
WALL TYPE 8 = UL HW-D-0060 - 2 HR RATING

A-DTWL27

NOTES:
- MIN. 60 STC

TEST NO: RAL-TL-83-214 OR EQUIVALENT
- PARTITION SHALL BE FULL HT. TO UNDERSIDE

OF DECK
- SEE FINISH PLANS/SCHEDULE FOR ADDITIONAL

WALL FINISH (IF ANY).
- PROVIDE ACOUSTIC SEALANT @ TOP & BOTTOM

OF PARTITIONS AND ALL PENETRATIONS.

(2) LAYERS 5/8" TYPE X GYP. BOARD

3 5/8" METAL STUD FRAMING @ 24" O.C.

ACOUSTIC BATT INSULATION

RC-1 RESILIENT CHANNEL @ 24" O.C. ON NOISE
SOURCE SIDE

NOTES:
- 2 HOUR RATING - UL#411
- SEE  A4 AND A5 FOR TOP OF
  WALL CONDITION.
- FULL HT. TO UNDERSIDE OF DECK
- SEE FINISH PLANS/SCHED. FOR
  ADDITIONAL WALL FINISH (IF ANY).

6 1/8"

2 LAYERS 5/8" TYPE "X"
GYP. BD. EACH SIDE

3-5/8" METAL STUD @ 16"
O.C.

A-DTWL28

A-DTWL29

NOTES:
- MIN. 60 STC

TEST NO: RAL-TL-83-214 OR EQUIVALENT
- PARTITION SHALL BE FULL HT. TO UNDERSIDE

OF DECK
- SEE FINISH PLANS/SCHEDULE FOR ADDITIONAL

WALL FINISH (IF ANY).
- PROVIDE ACOUSTIC SEALANT @ TOP & BOTTOM

OF PARTITIONS AND ALL PENETRATIONS.

(2) LAYERS 5/8" TYPE X GYP. BOARD

3 5/8" METAL STUD FRAMING @ 24" O.C.

ACOUSTIC BATT INSULATION

RC-1 RESILIENT CHANNEL @ 24" O.C.

A-DTWL30

NOTES:
- PARTITION SHALL BE FULL HT. TO UNDERSIDE

OF DECK
- SEE FINISH PLANS/SCHEDULE FOR ADDITIONAL

WALL FINISH (IF ANY).
.

5/8" TYPE X GYP. BOARD

7/8" HAT CHANNEL @ 24" O.C.

CONCRETE WALL RE: STRUCTURAL DRAWINGS, TYP.

A-DTWL17

5/8" GYP. BOARD

1 5/8" METAL STUD FRAMING

A-DTWL-HD08

6" 1 1
/2"

1 1
/2"

1"

14
Z FURRING MEMBER
@ 24" O.C. FOR ATTACHMENT
TO ROOF DECK W/ SPRAY-ON
FIREPROOFING

STEEL TRACK
FIRE TRACK

TOP OF METAL DECK

FIRE SAFING

BOTTOM OF METAL DECK

FIRE RATED GYPSUM
COMPOUND OR FIRE CAULK

1

A

B

C

D

E

1

2 3

2 3

4 5

4 5

A

B

C

D

E

AE601
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PARTITION TYPE1 SCALE: 3" = 1'-0"

PARTITION TYPE2 SCALE: 3" = 1'-0"

PARTITION TYPE3 SCALE: 3" = 1'-0"

PARTITION TYPE4 SCALE: 3" = 1'-0"

PARTITION TYPE5 SCALE: 3" = 1'-0"

PARTITION TYPE6 SCALE: 3" = 1'-0"

DETAILA1 SCALE: 3" = 1'-0" AE601

DETAILA2 SCALE: 3" = 1'-0" AE601

DETAILA3 SCALE: 1 1/2" = 1'-0" AE601

DETAILA4 SCALE: 3" = 1'-0" AE601

DETAILA5 SCALE: 3" = 1'-0" AE601

DETAILB1 SCALE: 3" = 1'-0" AE601

DETAILB2 SCALE: 1'-0" = 1'-0" AE601

PARTITION TYPE7 SCALE: 3" = 1'-0"

PARTITION TYPE8 SCALE: 3" = 1'-0"

PARTITION TYPE9 SCALE: 3" = 1'-0"

PARTITION TYPE10 SCALE: 3" = 1'-0"

PARTITION TYPE11 SCALE: 3" = 1'-0"

DETAILB5 SCALE: 3" = 1'-0" AE601



LOWER LEVEL DOOR SCHEDULE
Number

Type Size Thickness Material
Door

Type Material Frame Depth Head Detail Jamb Detail Sill Detail
Frame

Electrical Fire Rating Hardware Notes Number

002
002.1
003
004
006
007
008
010
011
012
013
014

014.1
017
019
099

099B

1
1
1
2
1
1
1
1
3
1
1
3
3
2
2
2
5

3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"

PR 3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"

1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"

WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
HM
WD

A
A
A
A
A
A
A
A
A
A
A
A
A
A
A
A
B

HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM

5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"

E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520

--
E5/AE520
D3/AE502

E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
D4/AE502
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520

--
E5/AE520
D3/AE502

--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--

--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--

YES

45 MIN
45 MIN

--
--
--
--
--
--
--

60 MIN.
--
--
--
--
--

60 MIN
60 MIN

04
04
17
12
19

12.1
19
10
17

12.2
10
17
17
12
09
05
03

--
--
--
--
--

--
--
--
--
--
--
--
--
--
--
--

002
002.1
003
004
006
007
008
010
011
012
013
014

014.1
017
019
099

099B

1

LEVEL TWO DOOR SCHEDULE
Number

Type Size Thickness Material
Door

Type Material Frame Depth Head Detail Jamb Detail Sill Detail
Frame

Electrical Fire Rating Hardware Notes Number

201
202

202.1
202.2
202A
202C
202E
202F
202H
202J
202K
202M
202N
203

203A
204

204A
206
208
209
211
212
213
214
215
216

216.1
216A
216B
216C
216D
216H
216K
219
299

3
3
3
3
2
2
2
2
2
2
2
2
2
3
2
3
2
2
2
2
1
1
1
1
1
3
3
2
2
2
2
2
2
1
5

3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-6" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"

PR 3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"
3'-0" x 7'-0"

1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"
1 3/4"

WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD
WD

1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1
1

HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM

5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"
5 3/4"

E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
D2/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520

E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
D2/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520
E5/AE520

--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--

C2/AE520
--
--
--
--
--
--
--
--
--
--
--
--

YES
YES
YES
YES

--
--
--
--
--
--
--
--
--
--

YES
YES

--
--
--
--
--
--
--
--
--

YES
YES

--
--
--
--
--
--
--
--

--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--
--

60 MIN

13
13
13
13
17
18
17
17
17
17
18
17
17
13
17
13
17
15
18
14
21
12
22
12
12
13
13
17
17
17
17
17
18
21
05

--
--
--
--
--
--
--
--
--
--
--

--
--
--
--
--
--
--
--
--

--
--
--
--
--
--
--
--

201
202

202.1
202.2
202A
202C
202E
202F
202H
202J
202K
202M
202N
203

203A
204

204A
206
208
209
211
212
213
214
215
216

216.1
216A
216B
216C
216D
216H
216K
219
299

1
1
1
1

1

1
1

201.1 4 3'-0" x 7'-0" 1 3/4" ALUM W22 ALUM 5 3/4" -- -- -- -- -- AL-08 ADD ALTERNATE #1 201.1

1

SEE
SCHED.

SEE
SCHED.

SE
E 

SC
HE

DU
LE

2"

SE
E 

SC
HE

DU
LE

4"

2" 2"

FRAME TYPE A
HOLLOW METAL

FRAME TYPE B
HOLLOW METAL

2" 2"

SE
E 

SC
HE

DU
LE

3'-
0"

1'-
0"

6" 6"
SEE

SCHED.

SE
E 

SC
HE

DU
LE

SE
E 

SC
HE

DU
LE

SEE
SCHED.

SEE
SCHED.

DOOR TYPE 1 DOOR TYPE 2 DOOR TYPE 3

6" 6"
10

"
6"

SE
E 

SC
HE

DU
LE

SEE
SCHED.

6" 6"

10
"

6"
DOOR TYPE 4

SE
E 

SC
HE

DU
LE

3'-
7"

2'-
6"

6" 3"

SEE
SCHED.

DOOR TYPE 5

FINISH FLOOR

FINISH FLOOR

DOOR TYPE 6

SEE SCHEDULE

SE
E 

SC
HE

DU
LE

SIDE BOLTS

ALUMINUM
HOOD

COUNTER
TOP

5

5

2
7

2A WEST
ELEVATION
DOORS

SEE
SCHED.

SE
E 

SC
HE

DU
LE

4"

4"

FRAME TYPE C
HOLLOW METAL

4"

REMOVABLE
MULLION

GENERAL NOTES LEGENDS AND SYMBOLS

KEYNOTES

2 ADA ACTUATOR

3 NOT USED

1 ROUGH IN FOR ACCESS CONTROL

4 CARD READER

1" INSULATED SPANDREL GLASS

MARK GLASS TYPES

3

2 1" INSULATED TEMPERED GLASS, LOW E

1 1" INSULATED GLASS, LOW E - TINTED

5 1/4" TEMPERED GLASS - CLEAR

1/4" FLOAT GLASS - CLEAR4

- TINTED

1A =  PROVIDE HIGH PERFORMANCE
TINTED GLAZING UNITS AT WEST FACING
GLASS LOCATIONS, TYP.

2A = PROVIDE HIGH PERFORMANCE
TINTED GLAZING UNITS AT WEST FACING
GLASS LOCATIONS, TYP.

6 1" INSULATED GLASS, LOW E- TINTED
AND TEMPERED - 60 MIN. RATING

7 FIRE RATED GLAZING - TEMPERED
60 MIN. RATING

3A = PROVIDE HIGH PERFORMANCE
TINTED GLAZING UNITS AT WEST FACING
GLASS LOCATIONS, TYP.

1

A

B

C

D

E

1

2 3

2 3

4 5

4 5

A

B

C

D

E

AE615
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100 RECEPTION / WAITING
W3

LA
Y-
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 2'
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 4'
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CO
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TI
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L T

ILE

CE
RA

MI
C 

TI
LE

CE
RA

MI
C 

TI
LE
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GY
PS
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 B

OA
RD
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AI

NT
ED

 F
IE
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GY
PS
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 B
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RD
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NT
ED
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Y-
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 2 

'X
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4"
 R
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R 
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T 

12
" X

 12
" F

IE
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ET
 

C1 C2 C3W1

REMARKSCEILING RM. #BASEFLOORROOM NAME

B1F3F1

RM. #

C4

OP
EN

 T
O 

ST
RU

CT
UR

E

SE
AL

ED
 C

ON
CR

ET
E

F6 F7

101 CONTINUE EDU. ADMIN

101A DEAN'S OFFICE

105 MAIL / COPY ROOM

100B PREFUNCTION ASSEMBLY

115 ASSEMBLY / CONFERENCE

108 WOMAN'S TOILET

117 MEN'S TOILET

115C SERVING AREA

113 JANITOR ROOM

112 ELEC ROOM

109 IDF ROOM

115D TABLE / CHAIR STORAGE

115F A/V CONTROL ROOM

199 STAIR 2

W1W1W1W1 C3

F1 B1 W1W1W1W1

W1W1W1W1B1F1

W1W1W1 C2W1B1

C1 C3

C1

W3W3W3W3B2

W3W3W3W3B2

W1W1W1W1

W1W1W1W1

W1W1W1W1B1 C4

W1W1W1W1B1

W1W1W1W1B1F3

W1W1W1W1B1F3

RU
BB

ER
 T

RE
AD

S 
& 

VC
T 

(A
T 

LA
ND

IN
G)

F8

W1W1W1W1B1F3 F8

100C GALLERY C1 C3

CA
RP

ET
 A

CC
EN

T
F1A

W1

W1

W1

W1

W1

W1

VC
T 

12
" X

 12
" A

CC
EN

T

F3A

RE
SI

NO
US

 F
LO

OR
IN

G

100A VESTIBULE

199A STAIR 1 W1W1W1W1B1F8

115B TABLE / CHAIR STORAGE W1W1W1W1B1F3

102 ADMIN ENROLL/E-LEARNING F1 B1 W1W1W1W1
102A MEETING ROOM F1 W1W1W1W1
102B REGISTRATION STATION F1 B1 W1W1W1W1
102C SAFE ROOM F1 B1 W1W1W1W1
102E WORK ROOM F1 B1 W1W1W1W1
102G DIRECTOR'S OFFICE F1 B1 W1W1W1W1
102H ADVISING OFFICE F1 B1 W1W1W1W1
102J ADVISING OFFICE F1 B1 W1W1W1W1
102L ADVISING OFFICE F1 B1 W1W1W1W1
102M SHARED FILE F1 B1 W1W1W1W1
102N ADVISING OFFICE F1 B1 W1W1W1W1
103 EXTERNAL PROGRAM TEAM F1 B1 W1W1W1W1
103A DIRECTOR'S OFFICE F1 B1 W1W1W1W1

NORTH  WALL EAST  WALL SOUTH  WALL WEST  WALL

FR
IT

Z 
TI

LE

FR
IT

Z 
TI

LE
 A

CC
EN

T

F2AF2

F4

F4

F6

F6

100D CONNECTING WALKWAY W1 W1 W1 C4
100E VENDING AREA W1 W1 W1

107 UNISEX TOILET W3W3W3W3B2F4

110 CREDIT TEAM F1 B1 W1W1W1W1
110A DIRECTOR'S OFFICE F1 W1W1W1W1
110B CONFERENCE ROOM F1 W1W1W1W1B1

100

101

101A

105

100B

115

108

117

115C

113

112

109

115D

115F

199

100C

100A

199A

115B

102

102A

102B

102C

102E

102G

102H

102J

102L

102M

102N

103

103A

100D

100E

107

110

110A

110B

F2AF2

F2AF2

F2AF2

F2AF2

F2

F5

F1

F3

F1A

F3 B1

F5

B1

B1

B1

B1

B1

B1

B1

C1

C1

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C3

LEVEL ONE FINISH SCHEDULE

B1

B1

B1
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OA
RD
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NT
ED
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EN
T
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 B
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T
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T

W2

GY
PS

UM
 B

OA
RD

 P
AI

NT
ED

 A
CC

EN
T

W2

W2 W2

W1W1W1W1

W2W1

W2 W2 W2

F5 W1 W2 C3

W1

W2

W2

W2

W2 W2 W2 W2

W2 W2 W2 W2

C4

W2 W2 W2

F1 W1

W2 W2 W2 W2

F2

C4

C4

W4

3/4
" P

LY
W

D.
 2'

-0
" A

FF
, 4

'-0
" T

AL
L

W4

3/4
" P

LY
W

D.
 2'

-0
" A

FF
, 4

'-0
" T

AL
L

W4

3/4
" P

LY
W

D.
 2'

-0
" A

FF
, 4

'-0
" T

AL
L

W4

3/4
" P

LY
W

D.
 2'

-0
" A

FF
, 4

'-0
" T

AL
L

W4 W4 W4 W4

W3

PROVIDE 4'-0" X 4'-0" FRP PANELS AT SINK

PAINT O.T.S., ALL EXPOSED ITEMS EXCEPT SPRINKLER HEADS.

PAINT O.T.S., ALL EXPOSED ITEMS EXCEPT SPRINKLER HEADS.

W2

W2 W2

C1

F3A

003 CUSTODIAL OFFICE

ROOM NAMERM. #

004 IT WORK / STORAGE SERVER

017 FILE STORAGE

002 BOILER ROOM

002A PUMP ROOM

014 FUTURE GROWTH SPACE

019 STORAGE ROOM

000 HALLWAY

011 FUTURE GROWTH SPACE

006 WOMEN'S TOILET

008 MEN'S TOILET

010 MDF ROOM

012 ELEV EQUIP.

013 MAIN ELEC ROOM

099 STAIR 2
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4"
 R
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BE

R 
BA
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12
" X

 12
" F
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C1 C2 C3W1

REMARKSCEILING RM. #BASEFLOOR

B1F3F1 C4

OP
EN

 T
O 

ST
RU

CT
UR

E

SE
AL

ED
 C

ON
CR

ET
E

F6 F7

RU
BB

ER
 T

RE
AD

S 
& 

VC
T 

(A
T 

LA
ND

IN
G)

F8

W1W1W1W1

007 IT COMPUTER SERVER VAULT

W1W1W1W1B1
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W1W1W1B1 C4

W1W1W1W1B1

W1W1W1W1B1F8
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LOWER LEVEL FINISH SCHEDULE
NORTH  WALL EAST  WALL SOUTH   WALL WEST  WALL

003

004

017
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002A

014
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F3 F3A
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NO FINISH, INCLUDING FLR., WALLS (GYP. BRD. OR INSULATION), CLG.

OE1 ELEVATOR OE1F2
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D 
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RE
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RE
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EX
PO
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W5 W5

W5 W5 W5 W5

W5

PROVIDE 4'-0" X 4'-0" FRP PANELS AT SINK

NO FINISH, INCLUDING FLR., WALLS (GYP. BRD. OR INSULATION), CLG.

PAINT O.T.S., ALL EXPOSED ITEMS EXCEPT SPRINKLER HEADS.
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1. REFER TO AE541 FOR TILE PATTERNS.

2. REFER TO FLOOR, FINISH, & CEILING PLANS FOR
ADDITIONAL INFORMATION.

3. FOR LOCATIONS OF CORNER GUARDS REFER TO
FLOOR PLANS.

4. FOR FLOOR TRANSITION DETAILS REFER TO B4, B5,
AND C5 / AE541.

5. FOR FLOOR PATTER PLANS SEE SHEETS AE460, AE461
AND AE462.

6. FOR ACCENT PAINT LOCATIONS SEE SHEETS AE460,
AE461, AND AE462.

7. FOR WALL TILE LOCATIONS AT HALLWAYS SEE SHEETS
AE460, AE461, & AE462.



216B WRITER OFFICE

ROOM NAMERM. #

216C DIRECTOR OFFICE

216K PRESENTATION ROOM

202K CONFERENCE ROOM

206 MAIL / COPY ROOM

208 BREAKROOM

208A VENDING AREA

200 WAITING

213 AIR HANDLER

211 WOMEN'S TOILET

219 MEN'S TOILET

212 IDF ROOM

214 ELEC ROOM

215 JANITOR ROOM

299 STAIR 1

W3
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C 

TI
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W1W3
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IN
 2'

 X
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L T
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TI
LE
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TI
LE

B2F4
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'X
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TI
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L T
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4"
 R
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R 
BA
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T 
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" X
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LD
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RP

ET
 

C1 C2 C3W1

REMARKSCEILINGBASEFLOOR

B1F3F1 C4

OP
EN

 T
O 
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E

SE
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CR
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E

F6 F7

RU
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S 
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T 
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F8

F1 B1 W1W1W1W1

W1W1W1W1B1F1

W1W1W1W1F1

W1W1W1W1F1

W1W1W1 C2W1B1

W1W1W1W1B1F3

W1W1W1W1B1F3

C1

W1W1W1W1

W3W3W3W3B2F4

W3W3W3W3B2F4

W1W1W1W1B1F6

W1W1W1W1B1F6 C4

W1W1W1W1

W1W1W1W1B1F3 F8

209 CONFERENCE ROOM W1W1W1 C1W1F1
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W1W1 W1 W1
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RM. #

LEVEL TWO FINISH SCHEDULE
NORTH  WALL EAST  WALL SOUTH  WALL WEST  WALL

299A STAIR 2 W1W1W1W1B1F8

200A HALLWAY C1W1W1 W1 W1
200B HALLWAY C1W1W1 W1 W1
201 CONFERENCE ROOM W1W1W1 C1W1F1

UNIVERISTY RELAT. ADMIN F1 B1 W1W1W1W1
VICE PRESIDENT OFFICE F1 B1 W1W1W1
CAREER & TECH. EDU. F1 B1 W1W1W1W1
DIRECTOR OFFICE F1 B1 W1W1W1W1

203

203A

204

204A

ALUMNI DEVELOP. SERV. F1 B1 W1W1W1W1202

ASST. VICE PRESIDENT F1 B1 W1W1W1W1202A

CONFERENCE ROOM F1 B1 W1W1W1W1202C

DIRECTOR OFFICE F1 B1 W1W1W1W1202E

SECURE FILE STORAGE F1 B1 W1W1W1W1202F

DIRECTOR OFFICE F1 B1 W1W1W1W1202H

DIRECTOR OFFICE F1 B1 W1W1W1W1202J

DIRECTOR OFFICE F1 B1 W1W1W1W1202M

DIRECTOR OFFICE F1 B1 W1W1W1W1202N

216 UNIVERSITY DEVELOPMENT

216A WRITER OFFICE
F1 B1 W1W1W1W1

W1W1W1W1B1F1

216D DIRECTOR OFFICE W1W1W1W1B1F1
216H EXEC DIRECTOR OFFICE W1W1W1W1B1F1
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C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C2

C3

C3

216B
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1. REFER TO AE541 FOR TILE PATTERNS.

2. REFER TO FLOOR, FINISH, & CEILING PLANS FOR
ADDITIONAL INFORMATION.

3. FOR LOCATIONS OF CORNER GUARDS REFER TO
FLOOR PLANS.

4. FOR FLOOR TRANSITION DETAILS REFER TO B4, B5,
AND C5 / AE541.

5. FOR FLOOR PATTER PLANS SEE SHEETS AE460, AE461
AND AE462.

6. FOR ACCENT PAINT LOCATIONS SEE SHEETS AE460,
AE461, AND AE462.

7. FOR WALL LOCATIONS AT HALLWAYS SEE SHEETS
AE460, AE461, & AE462.



ALUM. STOREFRONT

LEVEL 1
EL. 100'-0"

ALUM. STOREFRONT GLAZED ALUM. CURTAIN WALL ALUM. STOREFRONT

LEVEL 1
EL. 100'-0"

GLAZED ALUM. CURTAIN WALL

GLAZED ALUM. CURTAIN WALL

LEVEL 1
EL. 100'-0"

GLAZED ALUM. CURTAIN WALL

LEVEL 1
EL. 100'-0"

HOLLOW METAL HOLLOW METAL - FIRE RATED ASSEMBLY 60 MIN.

LEVEL 1
EL. 100'-0"

LEVEL 1
EL. 100'-0"

ALUM. STOREFRONT ALUM. STOREFRONT

LEVEL 2
EL. 114'-8"

LEVEL 2
EL. 114'-8"

LEVEL 2
EL. 114'-8"

LEVEL 2
EL. 114'-8"

LEVEL 1
EL. 100'-0"2"

3'-
2"

2"
5'-

8"
2"

9'-
4"

8'-0"

2" 3'-9" 2" 3'-9" 2"

1 1

3 3

7'-4"

2" 3'-5" 2" 3'-5" 2"

ALUM. STOREFRONT

2"
3'-

2"
2"

5'-
8"

2"

9'-
4"

LEVEL 1
EL. 100'-0"

1 1

3 3

LEVEL 1
EL. 100'-0"

8'-8"

2" 1'-0" 2" 6'-0" 2" 1'-0" 2"

2"
1'-

2"
2"

5'-
10

"
2"

1'-
8"

2"

9'-
4"

2

2

11

2

2

1

2"
3'-
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10

"
2"

1'-
8" 2"
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2"
4'-

0"
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3'-
2"
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5'-

8"
2"

2'-
6"

2"

26
'-8

"
2"3'-9"2"3'-9"2"

8'-0"

33

33

3 3

1 1

1 1

3 3

11

3 3

LEVEL 1
EL. 100'-0"

ALUM. STOREFRONT

LEVEL 1
EL. 100'-0"

3'-4"

2"2" 3'-0"
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2"
2"
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2"

9'-
4"

1

3
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1 1 1 1
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LEVEL 1
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1A WEST ELEVATION
WINDOWS
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WINDOWS
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GENERAL NOTES

LEGENDS AND SYMBOLS

ELD MEASURE ALL OPENING PRIOR TO
    MANUFACTURE AND INSTALLATION OF
    GLAZING UNITS AND WINDOW SYSTEM

0 2' 4' 8'

SCALE: 1/4" = 1'-0"

1" INSULATED SPANDREL GLASS

MARK GLASS TYPES

3

2 1" INSULATED TEMPERED GLASS, LOW E

1 1" INSULATED GLASS, LOW E - TINTED

5 1/4" TEMPERED GLASS - CLEAR

1/4" FLOAT GLASS - CLEAR4

- TINTED

1A =  PROVIDE HIGH PERFORMANCE
TINTED GLAZING UNITS AT WEST FACING
GLASS LOCATIONS, TYP.

2A = PROVIDE HIGH PERFORMANCE
TINTED GLAZING UNITS AT WEST FACING
GLASS LOCATIONS, TYP.

6 1" INSULATED GLASS, LOW E- TINTED
AND TEMPERED - 60 MIN. RATING

7 FIRE RATED GLAZING - TEMPERED
60 MIN. RATING

3A = PROVIDE HIGH PERFORMANCE
TINTED GLAZING UNITS AT WEST FACING
GLASS LOCATIONS, TYP.



LEVEL 1
EL. 100'-0"

LEVEL 1
EL. 100'-0"

LEVEL 2
EL. 114'-8"

ALUM. STOREFRONT

LEVEL 2
EL. 114'-8"

ALUM. STOREFRONT

LEVEL 2
EL. 114'-8"

GLAZED ALUM. CURTAIN WALL

2"
5'-

8"
2"

3'-
4"

6'-
0"

2" 6'-0" 2" 2'-9" 2" 6'-0" 2" 2'-9" 2" 6'-0" 2" 2'-9" 2" 6'-0" 2" 2'-9" 2" 6'-0" 2"

42'-8"

7'-
0"
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0"
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1A 1A 2A

1A

LEVEL 1
EL. 100'-0"
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"
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"
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31'-4"
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1 1 1 1 1 2 2 1

3 3 3 3 3 3 33 3
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8"
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21'-10"
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3'-
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LEVEL 2
EL. 114'-8"

ALUM. STOREFRONT

2"
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8"
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1'-
10

"
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3'-
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8'-
0"

2"3'-5"2"3'-5"2"

7'-4"

1 1

3 3

3'-
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8'-
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GLAZED ALUM. STOREFRONT

1

3

3'-
4"

8'-
8"

GLAZED ALUM. STOREFRONT

1

3

3A WEST ELEVATION
WINDOWS

1A WEST ELEVATION
WINDOWS

D4
AE520

D4
AE520

D4
AE520

E2
AE520

E1
AE520

B3
AE505 SIM.

SIM.

E2
AE520

E2
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E2
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D4
AE511
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GENERAL NOTES

LEGENDS AND SYMBOLS

ELD MEASURE ALL OPENING PRIOR TO
    MANUFACTURE AND INSTALLATION OF
    GLAZING UNITS AND WINDOW SYSTEM
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SCALE: 1/4" = 1'-0"

1" INSULATED SPANDREL GLASS

MARK GLASS TYPES

3

2 1" INSULATED TEMPERED GLASS, LOW E

1 1" INSULATED GLASS, LOW E - TINTED

5 1/4" TEMPERED GLASS - CLEAR

1/4" FLOAT GLASS - CLEAR4

- TINTED

1A =  PROVIDE HIGH PERFORMANCE
TINTED GLAZING UNITS AT WEST FACING
GLASS LOCATIONS, TYP.

2A = PROVIDE HIGH PERFORMANCE
TINTED GLAZING UNITS AT WEST FACING
GLASS LOCATIONS, TYP.

6 1" INSULATED GLASS, LOW E- TINTED
AND TEMPERED - 60 MIN. RATING

7 FIRE RATED GLAZING - TEMPERED
60 MIN. RATING

3A = PROVIDE HIGH PERFORMANCE
TINTED GLAZING UNITS AT WEST FACING
GLASS LOCATIONS, TYP.
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GENERAL NOTES

LEGENDS AND SYMBOLS

ELD MEASURE ALL OPENING PRIOR TO
    MANUFACTURE AND INSTALLATION OF
    GLAZING UNITS AND WINDOW SYSTEM

0 2' 4' 8'

SCALE: 1/4" = 1'-0"

1" INSULATED SPANDREL GLASS

MARK GLASS TYPES

3

2 1" INSULATED TEMPERED GLASS, LOW E

1 1" INSULATED GLASS, LOW E - TINTED

5 1/4" TEMPERED GLASS - CLEAR

1/4" FLOAT GLASS - CLEAR4

- TINTED

1A =  PROVIDE HIGH PERFORMANCE
TINTED GLAZING UNITS AT WEST FACING
GLASS LOCATIONS, TYP.

2A = PROVIDE HIGH PERFORMANCE
TINTED GLAZING UNITS AT WEST FACING
GLASS LOCATIONS, TYP.

6 1" INSULATED GLASS, LOW E- TINTED
AND TEMPERED - 60 MIN. RATING

7 FIRE RATED GLAZING - TEMPERED
60 MIN. RATING

3A = PROVIDE HIGH PERFORMANCE
TINTED GLAZING UNITS AT WEST FACING
GLASS LOCATIONS, TYP.
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PANEL AIC RATING 22K  AMPS

PHASE  /  WIRE 3 4 RATING 277 480 VOLTS

MAIN LUG AMPS SUBFEED LUGS YES

MAIN BREAKER AMPS COMMENT

CKT LOCATION RECEPT OTHER POLE SIZE PHASE SIZE POLE OTHER LTG RECEPT LOCATION CKT

1 100,101,102B,103,199A 1 20 A 20 1 2176 000-008,010,012,017,019 2

3 102,102A,C-N,105 1 20 B 20 1 1728 002,007,011,013,014 4

5 115 1 20 C 20 1 SPARE 6

7 110,110A,110B 1 20 A 20 1 SPARE 8

9 100B,C,D,107-117,199 1 20 B 20 1 SPARE 10

11 WEST SITE LIGHTING 1 20 C 20 1 SPARE 12

13 WEST SITE LIGHTING 1 20 A SPACE 14

15 WEST SITE LIGHTING 1 20 B SPACE 16

17 SITE LIGHTING 1 20 C SPACE 18

19 SITE LIGHTING 1 20 A SPACE 20

21 SITE LIGHTING 1 20 B SPACE 22

23 SPARE 1 20 C SPACE 24

25 SPARE 1 20 A SPACE 26

27 SPARE 1 20 B SPACE 28

29 SPARE 1 20 C SPACE 30

31 SPARE 1 20 A SPACE 32

33 SPARE 1 20 B SPACE 34

35 SPARE 1 20 C SPACE 36

37 15000 A SPACE 38

39 15000 B SPACE 40

41 45 KVA TRANSFORMER 15000 3 70 C SPACE 42

VA VA AMPS KVA VA VA VA

0 15000 A 86.04 A 23.83 A 0 2176 0

0 15000 B 81.65 B 22.62 B 0 1728 0

0 15000 C 68.95 C 19.1 C 0 0 0

0 45000 78.85 TOTAL 65.55 0 3904 0

5890

4098

16646

"1LP"

100

LTG

2688

2464

2752

2624

2080

250

250

250

1096

1096

1096

VA

6658

PANEL AIC RATING 22K  AMPS

PHASE  /  WIRE 3 4 RATING 277 480 VOLTS

MAIN LUG AMPS SUBFEED LUGS YES

MAIN BREAKER AMPS COMMENT

CKT LOCATION RECEPT OTHER POLE SIZE PHASE SIZE POLE OTHER LTG RECEPT LOCATION CKT

1 200,201,203,204,208,299A 1 20 A 2

3 202,A,C,E,F,H,J,K,M,N 1 20 B 4

5 216,A,B,C,D,H,K,219 1 20 C 20 3 SPARE 6

7 200A,200B,208-215,299 1 20 A SPACE 8

9 1038 B SPACE 10

11 DEH-4 1038 2 20 C SPACE 12

13 SPARE 1 20 A SPACE 14

15 SPARE 1 20 B SPACE 16

17 SPARE 1 20 C SPACE 18

19 SPARE 1 20 A SPACE 20

21 SPARE 1 20 B SPACE 22

23 SPARE 1 20 C SPACE 24

25 SPARE 1 20 A SPACE 26

27 SPARE 1 20 B SPACE 28

29 SPARE 1 20 C SPACE 30

31 SPARE 1 20 A SPACE 32

33 SPARE 1 20 B SPACE 34

35 SPARE 1 20 C SPACE 36

37 15000 A SPACE 38

39 15000 B SPACE 40

41 45 KVA TRANSFORMER 15000 3 70 C SPACE 42

VA VA AMPS KVA VA VA VA

0 15000 A 69.86 A 19.35 A 0 0 0

0 16038 B 68.65 B 19.02 B 0 0 0

0 16038 C 69.91 C 19.37 C 0 0 0

0 47076 69.45 TOTAL 57.73 0 0 0

2978

3328

10658

"2LP"

100

LTG

1920

2978

3328

2432

VA

4352

PANEL AIC RATING 22K  AMPS

PHASE  /  WIRE 3 4 RATING 120 208 VOLTS

MAIN LUG AMPS SUBFEED LUGS YES

MAIN BREAKER AMPS COMMENT

CKT LOCATION RECEPT OTHER POLE SIZE PHASE SIZE POLE OTHER LTG RECEPT LOCATION CKT

1 CREDIT TEAM 110 1260 1 20 A 20 1 1440 AES 102 2

3 CREDIT TEAM 110 1260 1 20 B 20 1 1620 AES 102 4

5 CREDIT TEAM 110 1260 1 20 C 20 1 1440 AES 102 6

7 CREDIT TEAM 110 1440 1 20 A 20 1 1620 AES 102 8

9 CREDIT TEAM 110 720 1 20 B 20 1 900 OFFICE 101A 10

11 CONF. RM 110B 900 1 20 C 20 1 900 WORK RM 102E 12

13 CONF. RM 110B 360 1 20 A 20 1 360 102E FLR OUTLET 14

15 OFFICE 110A 900 1 20 B 20 1 180 102E PROJECTOR 16

17 GALLERY 100C 360 1 20 C 20 1 1260 100, 100A 18

19 100B, 100C, 107, 108, 117 1620 1 20 A 20 1 1080 102, 102C, 102M 20

21 100B, 100C, 113, 199,199A 1440 1 20 B 20 1 1440 CEA 101 22

23 IDF 109 360 1 20 C 20 1 1440 CEA 101 24

25 IDF 109 360 1 20 A 20 1 1440 EPT 103 26

27 IDF 109 720 1 20 B 20 1 1440 EPT 103 28

29 OFFICES 102H, 102G 1440 1 20 C 20 1 1080 OFFICE 103A 30

31 OFFICES 102J, 102L 1440 1 20 A 20 1 180 115 PROJECTOR 32

33 OFFICE 102N, 105 1080 1 20 B 20 1 180 115 PROJECTOR 34

35 CREDIT TEAM 110 1440 1 20 C 20 1 900 115 36

37 8330 A 20 1 1240 115 38

39 7380 B 20 1 500 115 MOTORIZED SCREEN 40

41 PANEL 1P2 7380 1 225 C 20 1 360 115 PODIUM 42

VA VA AMPS KVA VA VA VA

6480 8330 A 184.8 A 22.17 A 0 0 7360

6120 7380 B 164.7 B 19.76 B 500 0 5760

5760 7380 C 171 C 20.52 C 0 0 7380

18360 23090 173.3 TOTAL 62.45 500 0 20500

0

0

0

"1P1"

225

150

LTG

VA

0

PANEL AIC RATING 22K  AMPS

PHASE  /  WIRE 3 4 RATING 120 240 VOLTS

MAIN LUG AMPS SUBFEED LUGS YES

MAIN BREAKER AMPS COMMENT

CKT LOCATION RECEPT OTHER POLE SIZE PHASE SIZE POLE OTHER LTG RECEPT LOCATION CKT

1 VENDING MACHINE 1000 1 20 A 20 1 180 216K LCD 2

3 VENDING MACHINE 1000 1 20 B 20 1 1260 OFFICE 216H, U.D. 216 4

5 VENDING MACHINE 1000 1 20 C 20 1 1260 U.D. 216 6

7 VENDING MACHINE 1000 1 20 A 20 1 1080 U.D. 216 8

9 VENDING MACHINE 1000 1 20 B 20 1 1260 U.D. 216 10

11 BREAK ROOM 208 540 1 20 C 20 1 1440 U.D. 216 12

13 FRIDGE 1000 1 20 A 20 1 1440 U.D. 216 14

15 ICE MACHINE 180 1 20 B 20 1 1080 200A, 215, 219, 299A 16

17 MICROWAVE 180 1 20 C 20 1 SPARE 18

19 BREAK ROOM 208 180 1 20 A 20 1 SPARE 20

21 DISPOSAL 500 1 20 B 20 1 500 EWC 22

23 CONF. RM 209 1080 1 20 C 20 1 1260 200A, 200B, 211, 212, 299 24

25 209 FLR OUTLET 360 1 20 A 20 1 1620 202E, 202F, 202H 26

27 AIR HANDLER 213 1260 1 20 B 20 1 1440 202J, 202M 28

29 OFFICES 216A, 216B 1440 1 20 C 20 1 1620 202N, ADS 202 30

31 OFFICES 216C, 216D 1440 1 20 A 20 1 1440 ADS 202 32

33 PRESENTATION 216K 1080 1 20 B 20 1 1260 ADS 202 34

35 216K FLR OUTLET 360 1 20 C 20 1 1260 ADS 202 36

37 8388 A 20 1 1440 CONF. RM. 202C, 202K 38

39 9371 B 20 1 360 202C FLR OUTLET 40

41 PANEL 2P2 8159 3 225 C 20 1 360 202K FLR OUTLET 42

VA VA AMPS KVA VA VA VA

4980 8388 A 171.4 A 20.57 A 0 0 7200

5020 9371 B 179.6 B 21.55 B 0 0 7160

4600 8159 C 166.3 C 19.96 C 0 0 7200

14600 25918 149.3 TOTAL 62.08 0 0 21560

VA

0

LTG

"2P1"

225

150

0

0

0

PANEL AIC RATING 22K  AMPS

PHASE  /  WIRE 3 4 RATING 120 208 VOLTS

MAIN LUG AMPS SUBFEED LUGS YES

MAIN BREAKER AMPS COMMENT

CKT LOCATION RECEPT OTHER POLE SIZE PHASE SIZE POLE OTHER LTG RECEPT LOCATION CKT

1 SPARE 1 20 A 20 1 SPARE 2

3 SPARE 1 20 B 20 1 SPARE 4

5 SPARE 1 20 C 20 1 SPARE 6

7 SPARE 1 20 A 20 1 SPARE 8

9 SPARE 1 20 B 20 1 SPARE 10

11 SPARE 1 20 C 20 1 SPARE 12

13 SPARE 1 20 A 20 1 SPARE 14

15 SPARE 1 20 B 20 1 SPARE 16

17 SPARE 1 20 C 20 1 SPARE 18

19 SPARE 1 20 A 20 1 SPARE 20

21 SPARE 1 20 B 20 1 SPARE 22

23 SPARE 1 20 C 20 1 SPARE 24

25 3480 A 26

27 3880 B 28

29 PANEL EP 2930 3 100 C 100 3 SPARE 30

31 1000 A 32

33 1000 B 34

35 25 KVA UPS 1000 3 125 C 125 3 SPARE 36

37 8000 A 38

39 8000 B 40

41 25 KVA UPS 8000 3 125 C 125 3 SPARE 42

VA VA AMPS KVA VA VA VA

0 12480 A 104 A 12.48 A 0 0 0

0 12880 B 107.3 B 12.88 B 0 0 0

0 11930 C 99.42 C 11.93 C 0 0 0

0 37290 103.5 TOTAL 37.29 0 0 0

0

0

0

"EDP"

300

300

LTG

VA

0

PANEL AIC RATING 22K AMPS

PHASE  /  WIRE 3 4 RATING 120 208 VOLTS

MAIN LUG AMPS SUBFEED LUGS YES

MAIN BREAKER AMPS COMMENT IG

CKT LOCATION RECEPT OTHER POLE SIZE PHASE SIZE POLE OTHER LTG RECEPT LOCATION CKT

1 BSMNT DOOR 250 1 20 A 20 1 800 FIRE ALARM CONT. PAN. 2

3 100B EAST DOOR 250 1 20 B 20 1 700 FIRE SMOKE DAMPERS 4

5 110 EAST DOOR 250 1 20 C 20 1 250 REC./WAIT. 100 DOOR 6

7 115 SOUTH DOOR 250 1 20 A 20 1 250 REC./WAIT. 100 DOOR 8

9 115C SOUTH DOOR 250 1 20 B 20 1 250 REC./WAIT. 100 DOOR 10

11 115 SOUTHWEST DOOR 250 1 20 C 20 1 250 REC./WAIT. 100 DOOR 12

13 115 WEST DOOR 250 1 20 A 20 1 250 CREDIT TEAM 110 DOOR 14

15 100D SOUTHWEST DOOR 250 1 20 B 20 1 250 CONF. RM. 115 DOOR 16

17 100D NORTHWEST DOOR 250 1 20 C 20 1 250 CONF. RM. 115 DOOR 18

19 100A NORTH DOOR 250 1 20 A 20 1 250 WAITING 200 DOOR 20

21 199 EAST DOOR 250 1 20 B 20 1 250 WAITING 200 DOOR 22

23 LEVEL 2 ELEC. ROOM 180 1 20 C 20 1 250 WAITING 200 DOOR 24

25 LEVEL 1 ELEC. ROOM 180 1 20 A 20 1 250 WAITING 200 DOOR 26

27 FM-200 500 1 20 B 20 1 250 WAITING 200 DOOR 28

29 IT VAULT 007 DOOR 250 1 20 C 20 1 250 UD 216 DOOR 30

31 UNISEX 107 DOOR 250 1 20 A 20 1 250 UD 216 DOOR 32

33 ATC PANEL 500 1 20 B 20 1 180 ELEVATOR OUTLET 34

35 SECURITY PANEL 500 1 20 C 20 1 SPARE 36

37 SPARE 1 20 A 20 1 SPARE 38

39 SPARE 1 20 B 20 1 SPARE 40

41 SPARE 1 20 C 20 1 SPARE 42

VA VA AMPS KVA VA VA VA

180 1250 A 29 A 3.48 A 2050 0 0

0 2000 B 32.33 B 3.88 B 1700 0 180

180 1500 C 24.42 C 2.93 C 1250 0 0

360 4750 28.56 TOTAL 10.29 5000 0 180

VA

0

LTG

"EP"

100

0

0

0

PANEL AIC RATING 22K  AMPS

PHASE  /  WIRE 3 4 RATING 120 208 VOLTS

MAIN LUG AMPS SUBFEED LUGS YES

MAIN BREAKER AMPS COMMENT

CKT LOCATION RECEPT OTHER POLE SIZE PHASE SIZE POLE OTHER LTG RECEPT LOCATION CKT

1 IT SERVER VAULT 360 1 20 A 20 1 360 IT SERVER VAULT 2

3 IT SERVER VAULT 360 1 20 B 20 1 360 IT SERVER VAULT 4

5 IT SERVER VAULT 360 1 20 C 20 1 360 IT SERVER VAULT 6

7 IT SERVER VAULT 360 1 20 A 20 1 360 IT SERVER VAULT 8

9 IT SERVER VAULT 360 1 20 B 20 1 360 IT SERVER VAULT 10

11 IT SERVER VAULT 360 1 20 C 20 1 360 IT SERVER VAULT 12

13 MDF ROOM 360 1 20 A 20 1 180 MDF ROOM 14

15 LEVEL 2 IDF ROOM 360 1 20 B 20 1 360 LEVEL 1 IDF ROOM 16

17 SPARE 1 20 C 20 1 SPARE 18

19 SPARE 1 20 A 20 1 SPARE 20

21 SPARE 1 20 B 20 1 SPARE 22

23 SPARE 1 20 C 20 1 SPARE 24

25 SPARE 1 20 A 20 1 SPARE 26

27 SPARE 1 20 B 20 1 SPARE 28

29 SPARE 1 20 C 20 1 SPARE 30

31 SPARE 1 20 A 20 1 SPARE 32

33 SPARE 1 20 B 20 1 SPARE 34

35 SPARE 1 20 C 20 1 SPARE 36

37 SPARE 1 20 A 20 1 SPARE 38

39 SPARE 1 20 B 20 1 SPARE 40

41 SPARE 1 20 C 20 1 SPARE 42

VA VA AMPS KVA VA VA VA

1080 0 A 16.5 A 1.98 A 0 0 900

1080 0 B 18 B 2.16 B 0 0 1080

720 0 C 12 C 1.44 C 0 0 720

2880 0 15.49 TOTAL 5.58 0 0 2700

0

0

0

"UPS1"

100

LTG

VA

0

PANEL           AIC RATING 22K  AMPS

PHASE  /  WIRE 3 4 RATING 120 208 VOLTS

MAIN LUG AMPS SUBFEED LUGS YES

MAIN BREAKER AMPS COMMENT

CKT LOCATION RECEPT OTHER POLE SIZE PHASE SIZE POLE OTHER LTG RECEPT LOCATION CKT

1 IT SERVER VAULT 360 1 20 A 20 1 360 IT SERVER VAULT 2

3 IT SERVER VAULT 360 1 20 B 20 1 360 IT SERVER VAULT 4

5 IT SERVER VAULT 360 1 20 C 20 1 360 IT SERVER VAULT 6

7 IT SERVER VAULT 360 1 20 A 20 1 360 IT SERVER VAULT 8

9 IT SERVER VAULT 360 1 20 B 20 1 360 IT SERVER VAULT 10

11 IT SERVER VAULT 360 1 20 C 20 1 360 IT SERVER VAULT 12

13 MDF ROOM 360 1 20 A 20 1 360 MDF ROOM 14

15 LEVEL 2 IDF ROOM 360 1 20 B 20 1 360 LEVEL 1 IDF ROOM 16

17 SPARE 1 20 C 20 1 SPARE 18

19 SPARE 1 20 A 20 1 SPARE 20

21 SPARE 1 20 B 20 1 SPARE 22

23 SPARE 1 20 C 20 1 SPARE 24

25 SPARE 1 20 A 20 1 SPARE 26

27 SPARE 1 20 B 20 1 SPARE 28

29 SPARE 1 20 C 20 1 SPARE 30

31 SPARE 1 20 A 20 1 SPARE 32

33 SPARE 1 20 B 20 1 SPARE 34

35 SPARE 1 20 C 20 1 SPARE 36

37 SPARE 1 20 A 20 1 SPARE 38

39 SPARE 1 20 B 20 1 SPARE 40

41 SPARE 1 20 C 20 1 SPARE 42

VA VA AMPS KVA VA VA VA

1080 0 A 18 A 2.16 A 0 0 1080

1080 0 B 18 B 2.16 B 0 0 1080

720 0 C 12 C 1.44 C 0 0 720

2880 0 15.99 TOTAL 5.76 0 0 2880

0

0

0

"UPS2"

100

LTG

VA

0

PANEL AIC RATING 22K  AMPS

PHASE  /  WIRE 3 4 RATING 120 240 VOLTS

MAIN LUG AMPS SUBFEED LUGS YES

MAIN BREAKER AMPS COMMENT

CKT LOCATION RECEPT OTHER POLE SIZE PHASE SIZE POLE OTHER LTG RECEPT LOCATION CKT

1 OFFICE 202A 900 1 20 A 20 1 1500 WH-1 2

3 ADS 202, 200 1620 1 20 B 20 1 1500 WH-1 4

5 CONF. RM 201 900 1 20 C 20 1 1650 WH-2 6

7 201 FLR OUTLET 360 1 20 A 20 1 1650 WH-2 8

9 201 LCD 180 1 20 B 20 1 506 DEF-1 10

11 202C LCD 180 1 20 C 20 1 677 DEF-2 12

13 202K LCD 180 1 20 A 20 1 506 DEF-3 14

15 URA 203 1080 1 20 B 20 1 1080 ROOF OUTLETS 16

17 CTE 204 1080 1 20 C 20 1 500 AIR HAND. LTG AND PWR 18

19 OFFICE 203A 900 1 20 A 20 1 600 LEVEL 2 VAV BOX TRX 20

21 OFFICE 204A 900 1 20 B 20 1 600 LEVEL 2 VAV BOX TRX 22

23 MAIL ROOM 206 1080 1 20 C 20 1 SPARE 24

25 MAIL ROOM 206 180 1 20 A 20 1 SPARE 26

27 CONF. 209 LCD 180 1 20 B 20 1 SPARE 28

29 201 1 20 C 20 1 506 DEF-5 30

31 202C,202K 1 20 A 20 1 506 DEF-6 32

33 PRESENTATION 216K 1 20 B 20 1 1125 DEF-7 34

35 209 1 20 C 20 1 506 DEF-8 36

37 216K 1 20 A 20 1 506 DEF-9 38

39 209 1 20 B 20 1 SPARE 40

41 MAIL ROOM 206 180 1 20 C 20 1 SPARE 42

VA VA AMPS KVA VA VA VA

2520 0 A 69.9 A 8.388 A 5268 0 0

3960 0 B 78.09 B 9.371 B 3731 0 1080

3420 0 C 67.99 C 8.159 C 3839 0 0

9900 0 62.35 TOTAL 25.92 12838 0 1080

600

900

2100

"2P2"

225

LTG

600

300

300

300

300

300

VA

600

PANEL AIC RATING 22K  AMPS

PHASE  /  WIRE 3 4 RATING 120 208 VOLTS

MAIN LUG AMPS SUBFEED LUGS YES

MAIN BREAKER AMPS COMMENT

CKT LOCATION RECEPT OTHER POLE SIZE PHASE SIZE POLE OTHER LTG RECEPT LOCATION CKT

1 115D, 115F 540 1 20 A 20 1 180 OUTSIDE OUTLETS 2

3 ICE MACHINE 500 1 20 B 20 1 200 SPRINKLER CON. PANEL 4

5 DISPOSAL 500 1 20 C 20 1 400 LEVEL ONE VAV TRX 6

7 FRIDGE 1000 1 20 A 20 1 400 LEVEL ONE VAV TRX 8

9 WARMING CART 500 1 20 B 20 1 SPARE 10

11 WARMING CART 500 1 20 C 20 1 SPARE 12

13 WARMING CART 500 1 20 A 20 1 200 TOILET TRX 14

15 115B, 115C 1260 1 20 B 20 1 200 TOILET TRX 16

17 DISHWASHER 500 1 20 C 20 1 200 HEATING TERMINAL TRX 18

19 SERVING 115C 180 1 20 A 20 1 500 WARMING CART 20

21 CONF. RM 110B LCD 180 1 20 B 20 1 500 WARMING CART 22

23 115 PODIUM 360 1 20 C 20 1 500 WARMING CART 24

25 100E VENDING MACHINE 1000 1 20 A 20 1 SPARE 26

27 100E VENDING MACHINE 1000 1 20 B 20 1 SPARE 28

29 115 MOTORIZED SCREEN 500 1 20 C 20 1 SPARE 30

31 COPIER 180 1 20 A 20 1 1500 WH-1 32

33 MAIL / COPY 105 540 1 20 B 20 1 1500 WH-1 34

35 MEETING RM 102A 720 1 20 C 20 1 1650 WH-2 36

37 BATTERY CHARGER 500 1 20 A 20 1 1650 WH-2 38

39 1000 B 20 1 SPARE 40

41 BLOCK HEATER 1000 2 20 C 20 1 550 DEF-4 42

VA VA AMPS KVA VA VA VA

3400 500 A 69.42 A 8.33 A 3750 0 680

3980 1000 B 61.5 B 7.38 B 1900 0 500

2580 1500 C 61.5 C 7.38 C 2800 0 500

9960 3000 64.09 TOTAL 23.09 8450 0 1680

0

0

0

"1P2"

225

LTG

VA

0

PANEL AIC RATING 22K  AMPS

PHASE  /  WIRE 3 4 RATING 277 480 VOLTS

MAIN LUG AMPS SUBFEED LUGS YES

MAIN BREAKER AMPS COMMENT

CKT LOCATION RECEPT OTHER POLE SIZE PHASE SIZE POLE OTHER LTG RECEPT LOCATION CKT

1 A 2917 2

3 B 2917 4

5 SPARE 3 20 C 30 3 2917 PUMP - 1 6

7 A 2917 8

9 B 2917 10

11 SPARE 3 20 C 30 3 2917 PUMP - 2 12

13 A 5583 14

15 B 5583 16

17 SPARE 3 20 C 40 3 5583 PUMP - 3 18

19 700 A 5583 20

21 700 B 5583 22

23 DEF-4 700 3 20 C 40 3 5583 PUMP - 4 24

25 SPARE 1 20 A SPACE 26

27 SPARE 1 20 B SPACE 28

29 SPARE 1 20 C SPACE 30

31 SPARE 1 20 A SPACE 32

33 SPARE 1 20 B SPACE 34

35 SPARE 1 20 C SPACE 36

37 SPACE A SPACE 38

39 SPACE B SPACE 40

41 SPACE C SPACE 42

VA VA AMPS KVA VA VA VA

0 700 A 63.9 A 17.7 A 17000 0 0

0 700 B 63.9 B 17.7 B 17000 0 0

0 700 C 63.9 C 17.7 C 17000 0 0

0 2100 63.87 TOTAL 53.1 51000 0 0

0

0

0

"M"

100

LTG

VA

0

PANEL AIC RATING 22K  AMPS

PHASE  /  WIRE 3 4 RATING 120 208 VOLTS

MAIN LUG AMPS SUBFEED LUGS YES

MAIN BREAKER AMPS COMMENT

CKT LOCATION RECEPT OTHER POLE SIZE PHASE SIZE POLE OTHER LTG RECEPT LOCATION CKT

1 BOILER B-1 1588 1 20 A 20 1 1440 000, 001, 099 2

3 BOILER B-2 1588 1 20 B 20 1 1080 004, 006, 008 4

5 BSMNT VAV BOX TRX 200 1 20 C 20 1 500 EWC 6

7 SPARE 1 20 A 20 1 900 010, 012, 017 8

9 SPARE 1 20 B 20 1 SPARE 10

11 SPARE 1 20 C 20 1 900 013, 019 12

13 SPARE 1 20 A 20 1 SPARE 14

15 SPARE 1 20 B 20 1 1620 IT VAULT 16

17 SPARE 1 20 C 20 1 1080 BOILER, PUMP ROOM 18

19 SPARE 1 20 A 20 1 720 OFFICE 003 20

21 SPARE 1 20 B 20 1 SPARE 22

23 SPARE 1 20 C 20 1 SPARE 24

25 SPARE 1 20 A 20 1 SPARE 26

27 SPARE 1 20 B 20 1 SPARE 28

29 SPARE 1 20 C 20 1 SPARE 30

31 SPARE 1 20 A 20 1 SPARE 32

33 SPARE 1 20 B 20 1 SPARE 34

35 SPARE 1 20 C 20 1 SPARE 36

37 SPARE 1 20 A 20 1 SPARE 38

39 SPARE 1 20 B 20 1 1650 WH-3 40

41 SPARE 1 20 C 20 1 1500 WH-1 42

VA VA AMPS KVA VA VA VA

0 1588 A 38.73 A 4.648 A 0 0 3060

0 1588 B 49.48 B 5.938 B 1650 0 2700

0 200 C 34.83 C 4.18 C 1500 0 2480

0 3376 40.99 TOTAL 14.77 3150 0 8240

VA

0

LTG

"BP"

225

0

0

0

PANEL AIC RATING 22K  AMPS

PHASE  /  WIRE 3 4 RATING 277 480 VOLTS

MAIN LUG AMPS SUBFEED LUGS YES

MAIN BREAKER AMPS COMMENT

CKT LOCATION RECEPT OTHER POLE SIZE PHASE SIZE POLE OTHER LTG RECEPT LOCATION CKT

1 OUTSIDE LIGHTING 1 20 A 20 1 1536 BASEMENT EMR LIGHTS 2

3 13800 B 20 1 2112 LEVEL ONE EMR LIGHTS 4

5 13800 C 20 1 2144 LEVEL TWO EMR LIGHTS 6

7 ELEVATOR* (SHUNT TRIP) 13800 3 100 A 20 1 256 BASEMENT EMR LIGHTS 8

9 SPARE 1 20 B 20 1 576 STAIR EMR LIGHTS 10

11 SPARE 1 20 C 20 1 SPARE 12

13 3242 A 20 1 SPARE 14

15 3242 B 20 1 SPARE 16

17 CU-1 3242 3 30 C 20 1 SPARE 18

19 A 20 1 SPARE 20

21 B 20 1 SPARE 22

23 CU-1 3 30 C 20 1 SPARE 24

25 5583 A 20 1 SPARE 26

27 5583 B 20 1 SPARE 28

29 CP-1 5583 3 40 C 20 1 SPARE 30

31 A 20 1 SPARE 32

33 B 20 1 SPARE 34

35 CP-1 3 40 C 20 1 SPARE 36

37 25000 A 20 1 SPARE 38

39 25000 B 20 1 SPARE 40

41 75 KVA TRANSFORMER 25000 3 125 C 20 1 SPARE 42

VA VA AMPS KVA VA VA VA

0 47625 A 180.5 A 49.99 A 0 1792 0

0 47625 B 181.6 B 50.31 B 0 2688 0

0 47625 C 179.7 C 49.77 C 0 2144 0

0 142875 180.5 TOTAL 150.1 0 6624 0

* PROVIDE SHUNT TRIP BREAKER 

FOR ELEVATOR

0

0

570

"EH"

225

LTG

570

VA

570




























	GI001 SHEET INDEX AND GENERAL INFORMATION
	2008_02_29_Civil
	07N512S4-CD001 DEMO PLAN (30 X 42)
	07N512S4-CD002 DEMO PLAN (30 X 42)
	07N512S4-CS100 SITE PLAN (30 X 42)
	07N512S4-CS101 SITE PLAN (30 X 42)
	07N512S4-CG200 GRADING & DRAINAGE PLAN (30 X 42)
	07N512S4-CG201 GRADING & DRAINAGE PLAN (30 X 42)
	07N512S4-CU300 UTILITY PLAN (30 X 42)
	07N512S4-CU301 UTILITY PLAN (30 X 42)
	07N512S4-CD400 DETAILS (30 X 42)
	07N512S4-CD401 DETAILS (30 X 42)
	07N512S4-CD402 DETAILS (30 X 42)
	07N512S4-CP500 SWPPP (30 X 42)
	07N512S4-CP501 SWPPP (30 X 42)
	07N512S4-CP502 SWPPP (30 X 42)
	07N512S4-CP503 SWPPP (30 X 42)

	2008_02_29_Landscape
	LI101 IRRIGATION PLAN
	LI501 IRRIGATION DETAILS
	LI502 IRRIGATION DETAILS
	LP101 PLANTING PLAN
	LP501 PLANTING DETAILS

	20080304_Structural
	07153_SG001-SG001
	07153_SG601-SG601
	07153_SB101-SB101
	07153_SB501-SB501
	07153_SF101-SF101
	07153_SF102-SF102
	07153_SF102-A-SF102.A
	07153_SF103-SF103
	07153_SF201-SF201
	07153_SF301-Full
	07153_SF501-SF501
	07153_SF502-Full

	2008_02_29_Architectural
	AS101 SITE PLAN
	AS501 SITE DETAILS
	AE001 CODE AND LIFE SAFETY PLANS
	AE002 CODE AND LIFE SAFETY PLANS
	AE100 LOWER LEVEL PLAN
	AE101 LEVEL ONE PLAN
	AE102 LEVEL TWO PLAN
	AE103 ROOF PLAN
	AC100 LOWER LEVEL REFLECTED CEILING PLAN
	AC101 LEVEL ONE REFLECTED CEILING PLAN
	AC102 LEVEL TWO REFLECTED CEILING PLAN
	AE201 BUILDING ELEVATIONS
	AE202 BUILDING ELEVATIONS
	AE301 BUILDING SECTIONS
	AE302 BUILDING SECTIONS
	AE310 WALL SECTIONS
	AE311 WALL SECTIONS
	AE312 WALL SECTIONS
	AE313 WALL SECTIONS
	AE314 WALL SECTIONS
	AE401 VERTICAL CIRCULATION - NORTHWEST STAIR
	AE402 VERTICAL CIRCULATION - SOUTHEAST STAIR
	AE403 VERTICAL CIRCULATION - SOUTH STAIR
	AE410 VERTICAL CIRCULATION - ELEVATOR
	AE420 MOUNTING HEIGHTS
	AE421 ENLARGED TOILET ROOMS- PLANS AND ELEVATIONS
	AE422 ENLARGED TOILET ROOMS - PLANS & ELEVATIONS
	AE441 CASEWORK ELEVATIONS
	AE442 CASEWORK DETAILS
	AE460 LOWER LEVEL FLOOR PATTERN PLAN
	AE461 LEVEL ONE FLOOR PATTERN PLAN
	AE462 LEVEL TWO FLOOR PATTERN PLAN
	AE501 WALL DETAILS
	AE502 PLAN DETAILS
	AE505 ROOF DETAILS
	AE507 ADD ALTERNATE NO.1 - PATIO
	AE511 WALL SECTION DETAILS
	AE520 DOOR AND WINDOW DETAILS
	AE521 EXTERIOR DETAILS
	AE530 VERTICAL CIRCULATION DETAILS
	AE541 INTERIOR DETAILS
	AE551 CEILING DETAILS
	AE601 PARTITION TYPES
	AE615 DOOR SCHEDULE
	AE620 FINISH SCHEDULE LOWER LEVEL & FIRST FLOOR
	AE621 FINISH SCHEDULE SECOND FLOOR
	AE630 WINDOW SCHEDULE
	AE631 WINDOW SCHEDULE
	AE632 WINDOW SCHEDULE

	2008_02_29_Mechanical
	7286_mh001-M001.pdf
	7286_mh001.dwg
	M001


	7286_mh100-MH100.pdf
	7286_mh100.dwg
	MH100


	7286_mh101 MH101.pdf
	7286_mh102-MH102.pdf
	7286_mh102.dwg
	MH102


	7286_mh301-MH301.pdf
	7286_mh301.dwg
	MH301


	7286_mh401-MH401.pdf
	7286_mh401.dwg
	MH401


	7286_mh501-MH501.pdf
	7286_mh501.dwg
	MH501


	7286_mh601-2-MH601.pdf
	7286_mh601-2-MH602.pdf
	7286_mh701-2-MH701.pdf
	7286_mh701-2.dwg
	MH701


	7286_mh701-2-MH702.pdf
	7286_mh701-2.dwg
	MH702


	7286_mp100-MP100.pdf
	7286_mp100.dwg
	MP100


	7286_mp101-MP101.pdf
	7286_mp101.dwg
	MP101


	7286_mp102-MP102.pdf
	7286_mp102.dwg
	MP102


	7286_pp100-PP100.pdf
	7286_pp100.dwg
	PP100


	7286_pp101-PP101.pdf
	7286_pp101.dwg
	PP101


	7286_pp102-PP102.pdf
	7286_pp102.dwg
	PP102


	7286_pp401-PP401.pdf
	7286_pp401.dwg
	PP401


	7286_pp601-PP601.pdf
	7286_pp601.dwg
	PP601



	2008_02_29_Electrical
	(1)EE-001.pdf
	(2)EE-002.pdf
	(3)EE-003.pdf
	(4)EE-004.pdf
	(5)EE-005.pdf
	(6)EE-006.pdf
	(7)ES-100.pdf
	(8)EP-100.pdf
	(9)EP-101.pdf
	(10)EP-102.pdf
	(11)EP-103.pdf
	(12)EL-100.pdf
	(13)EL-101.pdf
	(14)EL-102.pdf
	(15)EY-100.pdf
	(16)EY-101.pdf
	(17)EY-102.pdf




