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ADDENDUM NO. 1 
 
Date: October 14, 2010 
 
To:  Contractors 
 
From:  Jim Russell - Project Manager 
 
Reference: New Bountiful Liquor and Wine Store 
  Department of Alcoholic Beverage Control – Bountiful, Utah 
  DFCM Project No.  07270030 
 
Subject: Addendum No. 1 
 
Pages Addendum Cover Sheet 1 page 
 Architect’s Addendum A01 4 pages 
 Drawing 1 page 
 ALTA Survey 1 pages 

Total 7 pages 
 
Note: This Addendum shall be included as part of the Contract Documents. Items in this 
Addendum apply to all drawings and specification sections whether referenced or not involving 
the portion of the work added, deleted, modified, or otherwise addressed in the Addendum. 
Acknowledge receipt of this Addendum in the space provided on the Bid Form. Failure to do so 
may subject the Bidder to Disqualification.   
  
While we contend that SB220 should only be potentially applicable to a contract issued after the 
effective date of said bill, this is to clarify that for purposes of this contract, regardless of the 
execution or effective dates of this contract, the status of Utah Law and remedies available to the 
State of Utah and DFCM, as it relates to any matter referred to or affected by said SB220, shall be 
the Utah law in effect at the time of the issuance of this Addendum. 
 
 
1.1 SCHEDULE CHANGES:   There are no Project Schedule changes. 
 
1.2 GENERAL ITEMS:   The following documents are attached. 
 

1.2.1 Architect’s Addendum A01 dated October 14, 2010 
1.2.2 Drawing ADD01-1 dated October 12, 2010 
1.2.3 ALTA Survey dated February 1, 2010 
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LIGHTING CONTROLS: 
 
Leviton 
LC&D – Sensor Switch  
 
FIRE ALARM SYSTEM 
 
Mircom 
 
 
QUESTIONS: 
 
 1. What is the finish on the metal trellis? 
 
  Response:  Contractor shall remove all oil, etc. from metal trellis surfaces, lightly sandblast 
  all exposed metal surfaces of the trellis and allow the metal to rust, but apply no finish. 
 
 2. Do you want anti-graffiti coating on the masonry? 
 
  Response:  Yes, refer to Specification Section 09910. 
 
 
 
 

End of Document 
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Item #2  Add additional duplex convenience outlet on the east wall centered between Grids A & B at a 
  height of 54” AFF.  
 
SHEET E401 
 
Item #1 Note #8.  All references to Rocky Mountain Power to be changed to Bountiful City power.  
   Electrical contractor to coordinate electrical service  requirements with Bountiful City 
   Power. 
 
SHEET E501  
 
Item #1  Panel Schedule P1:  Circuit P1-27 to be a receptacle circuit in lieu of lighting circuit shown.  
 

ELECTRICAL PRODUCT APPROVALS 

LIST OF APPROVAL ITEMS  
 
The following items, trade names, products and manufactures are approved for bidding. Approval does not 
relieve the bidder from satisfying the intent of the requirements of the drawings, specifications, and addenda 
in every respect.  Failure to conform to the design quality and standards specified, established and required 
may result in later disapproval.  If equipment must be disapproved after bidding, supplier shall supply 
specified equipment at no extra cost to the owner. 
 
Items are listed generally and specific model number, etc. shall be as submitted.  Items submitted but not 
approved either did not satisfy the requirements, or showed insufficient data, or arrived after the 5 day 
deadline established for the submittal process. 
 
LIGHTING FIXTURES  
 
Type  Manufacture 
F1-16~112 Peerless 
F3   BK Lighting Nora Lighting 
F4  Lithonia ABS Lighting  
F5   Lithonia  
F6  Pace 
F7   Rebelle 
F8  Gotham 
F9  SPI  Eclipse 
F10  Lithonia 
F11  Lithonia EJ 
F12  Lithonia 
F13  Lithonia 
E1  Lithonia  
E2  Side-Lite 
E3  Lithonia 
X1  Lithonia 
SF1 & 2 Lithonia  
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 4. Specification Sections 16835 – CLOSED CIRCUIT TELEVISION AND DIGITAL  
  RECORDING SYSTEM:  all materials and labor associated with CCTV system cameras, 
  mounts, cables, transmitter/receiver, DVRs, monitors and related equipment will be provided 
  and installed by Wasatch Controls (contact person:  Mike Skinner, 801-673-4630) under  
  State of Utah Contracts MA2132 and MA2137, as a sub-contractor to the General  
  Contractor.  The General Contactor shall include pricing by Wasatch Controls as part of the 
  General Contractor’s base bid.  All additional wiring, raceways, conduit, power circuits,  
  devices and equipment, etc. required for the complete installation of the CCTV system shall 
  be provided and installed under the building contract.  Electrical contractor to coordinate with 
  Wasatch controls for proper rough-ins and locations of all cameras and system equipment.  
 
 5. Utility Fees:   
   
  A.  The owner shall be responsible to pay for all utility connection fees, permit fees and  
  impact fees by utilities or municipalities.  The costs of utility, permit and impact fees are not 
  to be included in the bid.  Permitting by local jurisdictions is only required for work performed 
  outside the boundaries of the state property. 
 
  B.  The contractor shall be responsible for all utility connection and permit applications.  The 
  contractor shall provide to the owner copies of the invoices for utility connections and off-site 
  permits. 
 
   
APPROVED SUBSTITUTIONS: 
 
 1. Specification Section 07530 – FLEXIBLE SHEET ROOFING SYSTEM (EPDM – FULLY 
  ADHERED):  Versico “VersiGard” Non-reinforced, 60 mil. EPDM Fully-adhered, Single-ply 
  Roofing System is approved. 
 
 2. Specification Section 07700 – ROOF SPECIALTIES AND ACCESSORIES:  Roof hatch 
  and associated safety rails by Precision Ladders, LLC are approved. 
 
 
ELECTRICAL ADDENDUM  #1  
 
ELECTRICAL SPECIFICATIONS 
 
Section: 16835 – CCTV & Digital Recording System.   This system is to be provided by Wasatch Controls 
under state contract see architectural addendum for additional details. Electrical contractor to coordinate all 
rough-ins requirements and exact locations with Wasatch Controls.  
 
Section: 16910 – Building Security System:   Add this statement.  All security detection devices shall be 
addressable type.   

ELECTRICAL DRAWINGS 
 
SHEET E201 
 
Item #1  Add additional duplex convenience outlet on the north wall 6’-0” east of Grid 6 at a height of 
  54” AFF.  
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Addendum No.  A01 
 
Issued October 14, 2010 
 
PROJECT 
New Bountiful Liquor and Wine Store 
Department of Alcoholic Beverage Control 
Bountiful, Utah 
DFCM Project No. 07270030 
 
ARCHITECT 
Frank N Murdock Jr Architect & Associates 
975 East 100 South 
Salt Lake City, Utah 84102 
(801) 532-4441 
 
The original Contract Documents issued for the above noted project are amended as noted in this 
Addendum.  It shall be the sole responsibility of the bidder to appropriately disseminate this data to all 
concerned, prior to the assigned bid time and date. 
 
Receipt of this Addendum shall be acknowledged by inserting its number and date in the appropriate space 
provided on the bid form.  This Addendum consists of four (4) 8 1/2 x 11 Addendum sheets in PDF format, 
one (1) 30” x 42” drawing (Alta Survey) in PDF format and one (1) 8 1/2 x 11 drawing in PDF format. 
 
This document identifies changes made to the construction documents and may not be all-inclusive 
of the changes.  Please refer to new drawings accompanying this Addendum. 
 
 
DRAWINGS: 
 
 1. Alta Survey:  This sheet was not included in the original construction drawing set. 
 
 2. Drawing ADD01-1:  This sheet references additional parking stalls, curb and gutter and  
  asphalt paving to be installed. 

 
   

CLARIFICATION: 
 
 1. Drawing AS501, Detail 10:  Thickness of DUMPSTER PAD AND  LOADING/UNLOADING 
  DOCK RAMPS changed from 6” to 8” thick non-reinforced concrete.  
 
 2. Specification Section 04240 – STONEWORK:  the stone to be used on this project is to be 
  natural stone, not synthetic stone.  The natural stone is available from a number of local 
  natural stone suppliers.  
 
 3. Specification Section 07530 – FLEXIBLE SHEET ROOFING SYSTEM (EPDM – FULLY 
  ADHERED):  Change 2..4 INSULATING MATERIALS:, A.,  to read:  “General:  Provide  
  insulating materials to comply with requirements indicated for materials and compliance with 
  referenced standards; in sizes to fit applications indicated, selected from manufacturer’s  
  standard thicknesses, widths and lengths.  Provide a thickness to provide an R-value of 38 
  (R-38) typical throughout.  Provide 2 layers of insulation and stagger joints.” 






