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Reference to materials or methods have been made

on the drawings in accordance with the following abbreviations:
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COL.
CONC.
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EQUAL
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EXPANSION

EXTERIOR

ELECTRIC WATER COOLER
FLOOR DRAIN
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FIRE EXTINGUISHER
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CONTRACTOR INSTALLED
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Exit Width Required: _ XX Exit Width Provided: __ XX SHEET TITLE

M.  Minimum Number of Required Plumbing Facilities:

a) Water Closets - Required (m) __XX_ (f) __XX__ Provided(m)___ X (H__X

b) Lavatories - Required (m)__XX () __XX__ Provided(m)___ X _(f)__ X

¢) Bath Tubs or Showers: XX

d) Drinking Fountains: XX Service Sinks: XX A
FOOTNOTES:

INDEX SHEET

1) In case of conflict with the U.S. Department of Justice Federal Registers Parts 1
through ¥ - ADA Guidelines and specific reference to the Intemational Building
Code Accessibility Chapters, the more restrictive requirement shall govern.

SHEET NUMBER

2) Additional Code Information shall be provided at the discretion of the Building
Official for Complex Buildings. Including, but not limited to:
a) High Rise Reqguirements.
b) Atriums.
¢) Performance Based Criteria.
d) Means or Egress Analysis.
e) Fire Assembly Locator Sheet.
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f) Exterior and Interior Accessibility Route.
g) Fire Stopping, Including Tested Design Number. 5
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CEILING PLAN CEILING PLAN CEILING PLAN State of Utah
REFERENCE NOTES GENERAL NOTES LEGEND REFERENCE NOTES GENERAL NOTES LEGEND Department of Administrative Services
IN AREAS WHERE EXISTING GYPSUM BOARD CEILING 1. GENERAL CONTRACTOR SHALL LEAVE EXISTING <> EXISTING CARPET TO BE REMOVED IN ALL AREAS 1. GENERAL CONTRACTOR SHALL REPLACE AND F~~y Divisi £ Faciliti
S TO BE REMOVED GENERAL CONTRACTOR SHALL (2) TWO LAYERS OF %" TYPE "X" GYPSUM BOARD S7]  EXISTING SUPPLY AR DIFFUSR OF WORK. GENERAL CONTRACTOR SHALL REPAIR ALL CONCRETE FLOORING DAMAGED EN 1v1s101 Of I'aciiities
NOT DISTURB EXISTING (2) TWO LAYERS OF GYPSUM ATTACHED TO BOTTOM OF EXISTING STRUCTURE /N SEE MECHANICAL DRAWINGS FOR NEW DIFFUSERS REMOVE ALL EXISTING GLUE AND PREP EXISTING DURING THE DEMOLITION AND CONSTRUCTION. = = DASHED DOOR LINES INDICATE EXISTING DOOR Construction & Management
BOARD ATTACHED TO BOTTOM OF EXISTING ROOF IN PLACE AND UNDISTURBED. LOCATIONS CONCRETE SLAB PRIOR TO PLACING NEW CARPET. 9 SEE ELECTRICAL & MECHANICAL DEMOLITION AND FRAME TO BE REMOVED 4110 State Office Building
TRUSS STRUCTURE. | EXISTING COUNTER AND CASEWORK TO BE DRAWNGS & NOTES. D Salt Lake City, Utah 84114
| EXISTING FIRE ALARM STROBE LIGHT LOCATION. REMOVED e aorae nE eONCTRUCTON WHERE WAl sme  SS=S=EES DASHED LINES INDICATE EXISTING WALLS TO BE :
° <3>> EXISTING BATHROOM FIXTURES TO BE REMOVED TO REMAIN, GENERAL CONTRACTOR SHALL Fax: (801) 538 - 3267
e  DOSING FIRE SPRKLER HEAD PROVDE NEW AND DISPOSED OF. PATCH AND REPAIR WALL SURFACE TO RECEIVE e+ = CONTRACT LIMIT LINE :
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AS PER ELECTRICAL DRAWINGS. SHALL PROVIDE NEW WALL SURFACE AS PER I;HEMC(’)(\E% c%os&cgsg F;;LR%OTEE %gamms’% NEW 47 821 East Kensington Ave.
| i N . Salt Lake City, Utah 84105
o = -]—HATCH PATTERN INDICATED AREA OF EXISTING :ll:& mg’ SEE ENLARGED FLOOR PLAN AND RECESS CONCRETE FLOOR SLAB AS NEEDED FOR P 80148 4.?161
“.nn- ] OTHER CEILUNG ELEMENTS AND METAL CEILING e-mail parchitects@comcast.net
FRAMING TO BE REMOVED, GENERAL
CONTRACTOR SHALL LEAVE EXISTING TWO LAYERS
OF 3 TYPE "X" GYPSUM BOARD ATTACHED TO
BOTTOM OF EXISTING STRUCTURE IN PLACE AND
UNDISTURBED.
E O+—EXISTING RECESSED CAN LIGHT FIXTURE TO REMAIN, —
SEE ELECTRICAL DRAWINGS.
&-E-—EXISTING LIGHT FIXTURE TO BE REMOVED. GENERAL
CONTRACTOR SHALL PATCH AND REPAIR EXISTING
GYPSUM BOARD CEILING TO CREATE A "LIKE NEW’
FINISH, SEE NEW REFLECTED CEILING PLAN AND
ELECTRICAL DRAWINGS. ] - ﬂ . n o
architecture planning esign
/ / /\ / /\ / /\ / /\ / / / /\ / /\ / /\ / /’\ / /\ - -
\‘,’ \Z, \3 \4 2 \b \L / \Z2, 3/ \A4 2 6, CONSULTANT: xyz engineering
I t { f | f t | I | I i
i | I I I | | ! I 1 i i C
/ /\ / / /\\
N - | - B B - - - 1 B - - B t B B - ! - i B \6/ @ - - I - N - - - - I B - - B t - - B 4 - I B \A//
! ‘ ' ' ! ' ' ‘ ! ! BUILDING NAME:
| CHRISTMAS BOX HOUSE
‘ : ' | | ' ‘ ’ ‘ ‘ INTERIOR REMODEL
S P § U S o S oo S S S 180 SOUTH 300 EAST
- & \8., - - MOAB, UTAH 84532
i ] I I
o _ ) IR 1 R 1 D f R R AP N L IR | I AP
b ' & & ! &
PROJECT TITLE:
' | ‘ DEPARTMENT OF
fl
— HUMAN SERVICES
' ' ' ' ‘ 180 SOUTH 300 EAST
e MOAB, UTAH 84532
| e o | | CHRISTMAS BOX HOUSE
- INTERIOR REMODEL
Ty | N — o P oe B
T e : | |
e P || o DE | |
I B s
R , ! MARK | DATE | DESCRIPTION
: ;:.:; % :;;: ISSUE TYPE: CONSTRUCTION DOCUMENTS
L / i | !
- - - - ~ ~ - - - - - - - @ @ - - ~ - - - - - - - @ 1 ISSUE DATE: 28th September, 2007
! ! ' ' DFCM PROJECT NO: 07285400
O , CAD PROJECT NO:
e e T - ST T @ @ B - R iy B @ CAD DWG FILE:
DRAWN BY: BRIAN AND SCOTT
| } | ! 1 | i | | i | | CHK'D BY: SCOTT
COPYRIGHT: STATE OF UTAH
) — = ) o = o = P = = =
N N N N N TN Y /N /3\ PR | N TN SHEET TITLE
4 5 6
X 2 3 4 38 L 2/ N N~ NN DEMOLITION
o) 4’ 8’ 16 A FLOOR PLAN AND
e e CEILING PLAN
SHEET NUMBER
@ 7o\ DEMOLITION CEILING PLAN <o\ DEMOLITION FLOOR PLAN
DP10Y scae 1/8" = 1-0" DP10Y scae 1/8" = 1-0° e :
PLAN NORTH PLAN NORTHU




CEILING PLAN CEILING PLAN CEILING PLAN State OOf‘ U' tah
REFERENCE NOTES GENERAL NOTES LEGEND REFERENCE NOTES GENERAL NOTES FLOOR PLAN LEGEND Department of AdmimSra(ive Services
1. NONE l > . 1. GENERAL CONTRACTOR SHALL REPLACE AND REPAR ALL S Division of Faciliti
O DXISTHG AP BOARD CERLING SYSTEN 10 A " SUPPLY AIR DIFFUSSER, SEE MECHANICAL DRAWNGS CONCRETE FLOOR SLAB OVER 4" GOMPACTED ROAD CONCRETE FLOORING DAMAGED DURING THE DEMOLITION POR TG, % DO SGHEDAE C ' &fM o
RM._NAME onstruction & Management
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SOUND BATT INSULATION FROM FLOOR TO
TOP OF METAL OR WOOD STUDS

3% 20 GA. METAL STUDS OR 2°x4" WOOD
STUDS @ 16° 0.C. FROM FLOOR TO
BOTTOM OF EXISTING DOUBLE LAYER
GYPSUM BOARD CEILING

5% TYPE "X" WATER RESISTANT 3
GYPSUM BOARD PRMED & [
PAINTED, SEE FINISH SCHEDULE. 3
EXTEND TO BOTTOM OF DOUBLE [:3)
LAYER GYP. BD. CEILING. <]

- CERAMIC WALL TILE, SEE
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ROOM FINISH SCHEDULE BASE TYPES
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100 | KITCHEN/DINNNG LI - T CA L 3 VARES Fi | NEW CARPET SQUARES, SEE SPECIFICATION \\J BD. CEILING SYSTEM
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D W o WALL FINISHES ol = | — e 7/8" METAL FURRING
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PREFORMED PLASTIC LAMINATE
COUNTERTOP & BACK SPLASH

_———— FAUCET, SEE PLUMBING DRAWINGS

AND SPECIFICATION
BACKSPLASH BEYOND

LAVATORY, SEE PLUMBING
DRAWINGS AND SPECIFICATION
G.C. TO PROVIDE TWO

SOLID STEEL BRACKETS

DOOR PULL, SEE SPECIFICATION

3/4° PLYWOOD DOOR FRONT WITH
PLASTIC LAMINATE OVER DOOR AT
ALL EXPOSED SURFACES

PLASTIC LAMINATE AT BOTTOM OF

CASEWORK BOX
s.,! NOTE:

ATHROOM COUNTER TOP AND SINK SHALL BE
ABLE TO HANG FROM WALL WITHOUT THE
SUPPORT OF BATHROOM VANITY CASEWORK.
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j/- WRE PULL, SEE SPECIFICATION
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REFERENCE NOTES

<> WALL MOUNTED GRAB BAR, SEE SPECIFICATION
<Z>> SOAP DISPENSER, SEE SPECIFICATION

<(3>> LAVATORY, SEE PLUMBING DRAWINGS

<&> SHOWER GRAB BAR, SEE SPECIFICATION

< 5> SHOWER HEAD AND CONTROLS, SEE INTERIOR
ELEVATIONS & PLUMBING DRAWINGS

SOUD PHENOLIC FOLDING SHOWER SEAT, SEE
SPECIFICATION.

<(7>> PAPER TOWEL DISPENSER, SEE SPECIFICATION.,

SANITATION SEAT COVERING DISPENSER, SEE
SPECIFICATION

TOILET PAPER DISPENSER, SEE SPECIFICATION

MIRROR, SEE SPECIFICATION

<4T> PAINTED GYPSUM BOARD WALL
<{Z> ROBE HOOK, SEE SPECIFICATION

GENERAL CONTRACTOR SHALL PROVIDE ADA PIPE
PROTECTION AT ALL EXPOSED PIPING

PRIMED AND PAINTED HOLLOW METAL DOOR FRAME,
SEE DOOR SCHEDULE AND SPECIFICATION

<5>> PRE-FORMED PLASTIC LAMINATE COUNTERTOP, SEE
SECTION.

SHOWER CURTAIN AND ROD, SEE SPECIFICATION.
<{7> DOOR AND DRAWER PULL, SEE SPECIFICATION
FOLDING CHANGING BENCH SEAT, SEE SPECIFICATION.
ACCESSIBLE WATER CLOSET, SEE PLUMBING DRAWINGS.

CERAMIC TILE AT SHELTER BATH 103 FULL HEIGHT OF
WALL AT SHOWER, SEE SPECIFICATION

<(21>> GENERAL CONTRACTOR SHALL NOT PROVIDE ADA
SHOWER GRAB BAR, ADA TOLET GRAB BAR OR
FOLDING SHOWER SEAT IN APARTMENT BATHROOM 102.
GENERAL CONTRACTOR SHALL PROVIDE ADEQUATE
WOOD BLOCKING IN WALL FOR FUTURE INSTALLATION
OF THESE ITEMS.

SOLID CORE WOOD DOOR, SEE DOOR SCHEDULE

<23> 4°x20" BULLNOSE CERAMIC TILE WAINSCOT WALL CAP
AT APARTMENT BATH 102 sEE SPECIFICATION

FRAMELESS, %" TEMPERED GLASS SHOWER DOOR WITH
HANDLE SEE SPECIFICATION.

TOWEL BAR, SEE SPECIFICATION
PLASTIC LAMINATE VANITY, SEE CASEWORK SECTION.

<Z7> PLASTIC LAMINATE CABINET, SEE SECTIONS

EXISTING LIGHT COVE, SEE ELECTRICAL DRAWINGS
ADJSTABLE CABINET SHELVES, SEE CASEWORK SECTIONS.
DOOR AND DRAWER PULLS, SEE SPECIFICATIONS

REFRIGERATOR PROVIDED AND INSTALLED BY GENERAL
CONTRACTOR, SEE SPECIFICATION SECTION 11451

<(32> MICROWAVE OVEN PROVIDED AND INSTALLED BY GENERAL
CONTRACTOR, SEE SPECIFICATION SECTION 11451

<33> RUBBER BASE, SEE SPECIFICATION

<F£> BUILT IN CONVECTION OVEN PROVIDED AND INSTALLED BY
GENERAL CONTRACTOR, SEE SPECIFICATION SECTION 11451

<C35> BUILT IN COOK TOP PROVIDED AND INSTALLED BY
GENERAL CONTRACTOR, SEE SPECIFICATION SECTION 11451

24" DEEP COOKIE SHEET CABINET ABOVE REFRIGERATOR,
<37> 6 CERAMIC TILE BASE

4" CERAMIC TILE BASE
5'-0° ADA TURING DIA.

CERAMIC THE 4'—0" WAINSCOT AT SHELTER BATH 103,
SEE SPECIFICATION

CERAMIC FLOOR TILE AT SHELTER BATH 103, SEE
SPECIFICATION

s

13"x13", 13°x20" AND 20°x20” CERAMIC FLOOR TILE B

AT APARTMENT BATH 102, SEE SPECIFICATION

13°3", 13'x20", 3x 20°, 3"x3" AND 20°x20"
CERAMIC WALL TILE AT APARTMENT BATH 102, SEE
SPECIFICATION
DISHWASHER PROVIDED AND INSTALLED BY GENERAL
CONTRACTOR, SEE SPECIFICATION SECTION 11451

BUILT-IN COOKTOP PROVIDED AND INSTALLED BY
GENERAL CONTRACTOR, SEE SPECIFICATION SECTION 11451

GENERAL NOTES
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1. REFER TO FINISH SCHEDULE FOR ADDITIONAL
FINISH NOTES

2. CONTRACTOR TO FIELD VERIFY LOCATION AND PLACEMENT
OF ALL FIXTURES AND ACCESSORIES AND COORDINATE
WITH A.D.A. REQUIREMENTS

3. CONTRACTOR SHALL PROVIDE ADA PIPE PROTECTION AT
ALL EXPOSED PIPING

4. GENERAL CONTRACTOR TO FIELD VERIFY LOCATION AND
PLACEMENT OF ALL WALL MOUNTED ITEMS AND CASE
WORK PRIOR TO FRAMING ALL WALLS. GENERAL
CONTRACTOR SHALL PROVIDE ADEQUATE FRAMING,
BACKING AND BRACING FOR PROPER INSTALLATION OF
ALL REQUIRED A.D.A. ITEMS AND CASEWORK.
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1. GENERAL CONTRACTOR SHALL PROVIDE TILE FINISH ON
FLOOR AND SIDE AND BACKWALL SURFACES BEHIND THE
APARTMENT BATHROOM 102 VANITY CASEWORK AS PER
ANSI 1003.11.5

2. GENERAL CONTRACTOR SHALL PROVIDE CARPET FLOORING
AND PAINTED FINISHED GYP. BD. WALL SURFACES BEHIND
THE LOWER 2'-10" APARTMENT KITCHEN COUNTERTOP
LOCATION. COUNTERTOPS SHALL BE DESIGNED SUCH THAT
IF CABINETS WERE TO BE REMOVED THE COUNTERTOP AND
SINK WILL BE FREE STANDING. GENERAL CONTRACTOR
SHALL PROVIDE ADDITIONAL COUNTERTOP SUPPORT AS
NEEDED.

ENLARGED PLANS
INTERIOR ELEVATIONS
CASEWORK SECTION
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GENERAL NOTES

GALVANIZED SHEET STEEL: LOCK-FORMING QUALITY,
ASTM A 527, COATING DESIGNATION G 90. FABRICATE
RECTANGULAR DUCTS, ELBOWS, TRANSITIONS,
OFFSETS, BRANCH CONNECTIONS, AND OTHER DUCT
CONSTRUCTION WITH GALVANIZED SHEET STEEL, IN
ACCORDANCE WITH SMACNA "HVAC DUCT
CONSTRUCTION STANDARDS".

ROUND DUCTS: FABRICATE ROUND SUPPLY DUCTS
WITH SPIRAL LOCKSEAM CONSTRUCTION. COMPLY
WITH SMACNA "HVAC DUCT CONSTRUCTION
STANDARDS'.

HANGERS:  GALVANIZED SHEET STEEL, OR ROUND,
UNCOATED STEEL, THREADED ROD. STRAPS AND ROD
SIZES: CONFORM WITH TABLES 4-1, 4-1M, AND 4-2
IN SMACNA "HVAC DUCT CONSTRUCTION STANDARDS,”
FOR SHEET STEEL WIDTH AND GAGE AND STEEL ROD
DIAMETERS
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2\ MECHANICAL FLOOR PLAN

STATIC VOLTS/
PRESSURE PHASE/ AREA CONTROL 1. EXISTING EQUIPMENT, DUCTWORK, DIFFUSERS, GRILLES,
SYM MANUFACTURER MODEL NO. CFM INWG. WATTS RPM CYCLE SERVED METHOD COMMENTS ETC. TO REMAN, TYP.
EF 1 2.  EXISTING THERMOSTAT TO REMAIN,
- LOREN-COOK GC-124 70 0.30 52 900 120/1/60 BATH 102 A (1)(2)
3. RELOCATE EXISTING THERMOSTAT TO NEW CONSTRUCTED
EF-2 LOREN-COOK GC-144 95 0.30 77 1100 120/1/60 BATH 103 A (1)(2) WAL
D 4, EXTEND AND CONNECT NEW DUCT FROM EXISTING MAIN
TO NEW CEILING DIFFUSER.
(1) ALL CAPACITIES AT 4000 FT. ELEVATION. 5. REMOVE EXISTNG CEIUING MOUNTED EXISTING FAN AND
(2) CEILING MOUNTED INLINE EXHAUST FAN PROVIDE GRAVITY BACKDRAFT DAMPER, INTERGRAL THERMAL OVERLOAD PROTECTION 6 EXTEND AND CONNECT NEW DUCT FROM EXISTNG T0
AND DISCONNECT. NEW CEILING MOUNTED EXHAUST FAN.
‘ . - 7. RELOCATE EXISTING CEILING DIFFUSER TO ACCOMMODATE
(A) CONTROL: ON-OFF WALL SWITCHBY DIV. 16 NEW CEILING. PROVIDE NEW FLEXIBLE DUCT TO LOCATE
DIFFUSER AS SHOWN.
GRILLES, REGISTERS AND DIFFUSERS
B MAX MAX
SYM MANUF MODEL SIZE CFM NC DESCRIPTION
6x6 125 LOUVER FACE (4-CONE) CEILING DIFFUSERS. ADJUSTABLE AIR
9x9 250 PATTERN, C.W./0.B.D. FRAME SHALL BE FOR SURFACE OR LAY-IN
CD-1 EH PRICE SCDA 12x12 425 30 |MOUNTING AS REQUIRED BY CEILING TYPE. LAY-IN FRAMES SHALL
15x15 625 BE 24" x 24" 24" x 12" OR 12" x 12" AS REQUIRED TO FIT CEILING TILE
18x 18 900 SPACE AVAILABLE. PROVIDE ROUND NECK ADAPTER.
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PLUMBING FIXTURE SCHEDULE

FIXTURE

DESCRIPTION

FLOOR DRAIN

Floor Drain: Smith 2005-A-P with 6-inch nickel bronze strainer, cast-iron body, no-hub connection. Deep seal trap. Provide with
trap primer connection P050.

LAVATORY

12

112

12 1112

Lavatory (Wall Hung): Kohler K-2196-4, Pennington, 20" x 17" oval, vitreous china, self-imming lavatory, with front overflow and 4
centers drilling. Moen 4725 single handle faucet with pop-up metal waste assembly. Cast brass p-trap with clean out plug. Flexiblj
stainless steel supplies with loose key angle stops. Provide ADA compliant under counter piping wrap by True-Bro Lav Guard serie

in china white. See architectural drawings for mounting heights.

L-2

LAVATORY

12

112

1112 1112

Lavatory (Wall Hung): Kohler K2032, Greenwich, 20 x 18-inch "D"-shaped bowl, vitreous china, wall hung lavatory, with dual front
overflow, 4" faucet centers drilling. Use manufacturer provided wall hanger.Moen 4725 single handle faucet with pop-up metal wastp
assembly. Cast brass p-trap with clean out plug. Flexible stainless steel supplies with loose key angle stops. Provide ADA

compliant under counter piping wrap by True-Bro Lav Guard series in china white. See architectural drawings for mounting heights.

S-1

KITCHEN SINK

172

112

1112 1112

Kitchen Sink (Stainless Steel, Double Compartment): Just DL-2133-A-GR 18-gauge type 304 stainless steel, 21"x33" outside
dimensions, 8" depth, counter mounted with 8" centers. Moen Legend 7300 single lever kitchen faucet with 2.2 gpm aerator. Flexible
stainless steel supplies with loose key angle stops. Just J-35 stainless steel cup strainer and cast brass P-trap with clean-out plug.
Disposer: In-Sink Erator Badger 5 1/2 hp, 120/1/60 6.9 amp.

SH-1

SHOWER

12

112

Shower with Drain (Handicapped, Tiled Room): Symmons BP-96-500-B30-X-LR-V-131 Temptrol packaged shower unit with hand
spray and hose; pressure balance mixing valve with integral service stops and temperature stop, 4-131 Super Showerhead with
adjustable spray; FS Hand spray unit with flexible hose, 30" slide bar, wall connection and in-line vacuum breaker, Levertrol diverter
double outlet with volume control for shower head and hand spray. Adjust hot water handle stop to 108°F. Shower Drain: Smith
2005-A-P with 6-inch chrome plated strainer, cast-iron body, no-hub connection.

WC-1

WATER CLOSET

Water Closet: (Flush Tank, Floor Mounted): Gerber Viper 21-518 tank toilet, 1.6 gallon per flush, siphon jet, elongated bowl,
close-coupled tank, 17" high free standing, vitreous china; Bemis 1955C white, solid plastic, open-front seat with cover; stop and
escutcheon.

1. ALL UNDER GROUND WASTE AND VENT SHALL BE 2" OR GREATER PER DRAWINGS.

GENERAL NOTES

4.

PLUMBING FIXTURES SHALL BE OF THE FOLLOWING
MANUFACTURERS OF APPROVED EQUIVALENTS:
FAUCETS: MOEN, CHICAGO, T & S BRASS, SYMMONS
WATER CLOSETS: GERBER, KOHLER, AMERICAN STANDARD
WALL HUNG LAVATORIES: KOHLER, AMERICAN STANDARD
COUNTER MOUNT LAVATORIES: KOHLER, AMERICAN
STANDARD
SHOWER:  SYMMONS, MOEN, LEONARD
STAINLESS STEEL SINKS: JUST, ELKAY
FLOOR DRAINS: SMITH, ZURN, JOSAM

DOMESTIC HOT WATER, HOT WATER RETURN, AND COLD
WATER PIPING SHALL BE TYPE L OR K HARD TEMPERED
COPPER PIPE WITH WROUGHT-COPPER FITTINGS. ALL SOIL,
WASTE, AND VENT PIPING ABOVE AND BELOW GROUND
SHALL BE STANDARD WEIGHT CAST IRON WITH NO HUB
COUPLINGS.

#® KEYED NOTES

1. REMOVE PIPING ASSOCIATED WITH DEMOLISHED PLUMBING
FIXTURES BACK TO MAINS AND CAP. CAP WASTE PIPING
AND LEAVE BELOW SLAP.

2. SAW CUT FLOOR TO MAKE NEW WASTE BRANCH LINE
CONNECTION TO EXISTING MAIN.

3. FULL PART BRONZE BALL VALVES BY WATTS, MILWAIKEE,
NIBCO OR APPROVED EQUAL.

5

GENERAL NOTES

1.

IN ADDITION TO THE REQUIREMENTS OF ALL GOVERNING
CODES, ORDINANCES AND AGENCIES, CONFORM TO THE
REQUIREMENTS OF THE FOLLOWING CODES AND STANDARDS:

a. 2006 INTERNATIONAL PLUMBING CODE.
b. 2006 INTERNATIONAL BUILDING CODE.

c. 2006 INTERNATIONAL MECHANICAL
CODE.

d. 2006 INTERNATIONAL ENERGY
CONSERVATION CODE.

THIS CONTRACTOR SHALL FURNISH AND INSTALL ALL
FIXTURES SHOWN ON THE DRAWINGS OR SPECIFIED
HEREINAFTER, SHALL MAKE ALL PARTS COMPLETE, AND
SHALL LEAVE THE ENTIRE SYSTEM IN PERFECT
WORKING ORDER. HE SHALL CLEAN AND ADJUST ALL
FIXTURES BEFORE LEAVING THE JOB. ANY DAMAGED
OR CRACKED FIXTURES SHALL BE REPLACED AT THE

CONTRACTOR’S EXPENSE.

THE FIXTURES SHALL BE ALL NEW AND COMPLETE AS
SHOWN OR DESCRIBED IN CATALOG OR AS REQUIRED
FOR THE WORK.  THE FIXTURES SHALL INCLUDE
ACCESSIBLE LOOSE KEY COMPRESSION STOPS ABOVE
THE FLOOR IN SUPPLIES TO ALL FIXTURES AND CAST
BRASS P-TRAPS UNLESS OTHERWISE SHOWN. TRIM
FOR ALL FIXTURES SHALL BE CHROME PLATED AND
ALL TRIM SHALL MATCH IN DESIGN.  ALL EXPOSED
PIPING IN OCCUPIED SPACES SHALL BE CHROME
PLATED. SUPPLY FAUCETS SHALL HAVE RENEWABLE
SEATS AND BARRELS.
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LIGHTING STMBOLS

L. LIGHT FIXTURE STMBOLS ARE GENERAL IN NATURE AND MAY BE SHOWN ON THE DRAWINGS IN VARIOUS SIZES AND
SHAPES. REFER TO THE LIGHT FIXTURE SCHEDULE FOR SPECIFICATION INFORMATION,

2. ARROWS INDICATE AIMING DIRECTION.

CTRICAL S HEDULE GEN NO

S

ELECTRICAL SHEET INDEX

. MOUNT ALL OUTLETS, DEVICES, AND EQUIPMENT AT HEIGHTS INDICATED BELOW, UNLESS NOTED OTHERWISE ON THE
DRAWINGS. UNLESS NOTED OTHERWISE, HEIGHTS ARE GIVEN FROM FINISHED FLOOR TO CENTER OF OUTLET BOX.

2. WHERE OUTLETS, DEVICES, AND EQUIPMENT ARE NOTED BY SUBSCRIPTS, REFER TO ABBREVIATION SCHEDULE FOR

E-GS00I  SYMBOL SCHEDULE

E-65002 SYMBOL SCHEDULE

E-DPIOI DEMO LIGHTING ¢ POWER PLANS
E-PPIOI LIGHTING ¢ POWER PLANS
E-LS60I  LIGHT FIXTURE SCHEDULE
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ENGINEERING
Direction. Then Velocity.

244 West 300 North, Suite 100
Salt Lake City, Utah 84103
801.534.1130 ph 801.534.1080 fax

BUILDING NAME:

SYMBOL | DESCRIPTION MOUNTING REMARKS DEFINED REQUIREMENTS. E-PS60I  EQUIPMENT ¢ PANELBOARD SCHEDULE
E-PP40l  ELEVATIONS ¢ DETAILS
o] g s AS SPECIFIED 3. WHERE OUTLETS, DEVICES AND EQUIPMENT ARE NOTED BY THE SUBSCRIPT 'A’, MOUNT AT 4" ABOVE COUNTER. IF
o) | ARTHIOUNTED SINGLE-HEAD LIGHT FIXTURE AND POLE | (o DETAILED COUNTER HAS A BACK SPLASH, MOUNT AT 4" ABOVE BACK SPLASH. REFER TO ARCHITECTURAL INTERIOR ELEVATIONS
S AND COORDINATE WITH CASEWORK SUPPLIER.
AS SPECIFIED
ARM-MOUNTED DOUBLE-HEAD LIGHT FIXTURE AND POLE | oR DETAILED NOT ALL ELECTRICAL SYMBOLS MAY BE USED.
OO » + ABBREVIATION SCHEDULE
, AS SPECIFIED :
Bl © | PosT-TOP SINGLE-HEAD, LIGHT FIXTURE AND POLE OR DETALLED GENERAL STMBOLS NOTE. NOT ALL ABBREVIATIONS MAT BE USED.
D WALL-MOUNTED EIXTURE AS SPECIFIED REFER TO ARCHITECTURAL EXTERIOR A ABOVE COUNTER 150 ISOLATED
OR DETAILED | ELEVATIONS FOR MOUNTING HEIGHT SYMBOL | DESCRIPTION REMARKS io y g Agf;NérﬂPS EXA gtgw\ﬁl% AMPERES
© O | LIGHT BOLLARD AS SPECIFIED KEYED NOTE AFF | ABOVE FINISHED FLOOR LFMC | LIQUID-TIGHT METAL CONDUIT
OR DETAILED D No
; AHJ | AUTHORITY HAVING JURISDICTION LFNC | LIQUID-TIGHT NONMETAL CONDUIT
o FLOOD LIGHT AS SPECIFIED TOP NUMBER INDICATES DETAIL NUMBER; BOTTOM AL | ALUMINUM MCA | MINIMUM CIRCUIT AMPS
OR DETAILED N LETTER-NUMBER INDICATES DRAWING SHEET WHERE c CONDUIT e , MLO :ggﬁ LUGS ONLTE
, | DETAIL REFERENCE DETAIL 1S SHOWN; WHERE NOT SPECIFICALLY CB | CIRCUIT BREAKER NC. ALLY CLOSED
i RECESSED WALL FIXTURE OR STEP LIGHT A D | R T R G \E-/ REFERENCED, DETAIL 15 GENERAL IN NATURE AND KT | CIRCUIT NIC. | NOT IN CONTRACT
SHALL APPLY WHERE APPLICABLE. C0.5 | CONVENIENCE OUTLETS NL. | NIGHT LIGHT
: cU | COPPER NO. | NORMALLY OPEN
’ e womasoes | (B B0, L —
AS SPECIFIED VATION REFEREN BOTTOM LETTER-NUMBER INDICATES WHERE
FLUORESCENT LIGHT FIXTURES o8 DETALED % ELEVATION REFERENCE ELEVATION IS SHOWN. EM | EMERGENCY QTY | QUANTITY
o ' EMT | ELECTRIC METALLIC TUBING R REMOVE
ENT | ELECTRIC NONMETALLIC TUBING REQ. | REQUIREMENTS
: TOP NUMBER INDICATES SECTION NUMBER; BOTTOM EQUIP | EQUIPMENT RMC | RIGID METAL CONDUIT
SECTION REFERENCE LETTER NUMBER |ND|GAT§E56 WHERE SECTION IS EWC | ELECTRIC WATER COOLER RNC | RIGID NONMETALLIC CONDUIT
SHOWN. E EX | EXISTING RR | REMOVE AND RELOCATE
AS SPECIFIED EXP | EXPLOSION PROOF S5 | SURGE SUPPRESSION
PARABOLIC - LOUVERED LIGHT FIXTURES OR DETAILED FA | FIRE ALARM SCP | SECURITY CONTROL PANEL
'fzfzp §$E ﬁxbz;%m CONTROL PANEL ﬁp mgg RESISTANT
ARCHITECTURAL ROOM NUMBER FMC | FLEXIBLE METAL CONDUIT TVSS | TRANSIENT VOLTAGE SURGE SUPPRESSOR
FOB | FREIGHT ON BOARD UF UNDER FLOOR
oo WoseoT R Lo | SSEEAED S ———————_ |l e I —
EQUIPMENT NAME / NUMBER TYPE; BOTTOM NUMBER INDICATES EQUIPMENT WP | HORSE POWER W e
NUMBER. REFER TO EQUIPMENT SCHEDULE. 5 | ISOLATED GROUND e | NEATHER PROOE
AS SPECIFIED MCc | INTERMEDIATE METAL CONDUIT XFMR | TRANSFORMER
WALL-MOUNTED LINEAR FLUORESCENT LIGHT FIXTURE USED TO DENOTE CHANGES EITHER ISSUED BY
— OR DETAILED [\ | RevisioN NiBER ADDENDUM OR DURING CONSTRUCTION AND TO INS | INSULATED
AS SPECIFIED DENOTE RECORD DRAWING CHANGES.
(] | FLUORESCENT LINEAR WALL WASHER OR DETAILED
S RECESSED DOWN LIGHT é;% %*;E.ﬂﬁjgg % BREAKLINE USED TO BREAK DRAWINGS. N PROJECT NOTES:
yey—— Py . DIVISION 16000 CONTRACTOR 1S RESPONSIBLE FOR READING AND APPLYING
- i S SPECIFIED OWN, ARROW INDIC WHAT 1S IN THE SPECIFICATIONS TO THIS PROJECT. ANYTHING THAT IS NOT
RECESGED WALL-WASHER OR DIRECTIONAL DOWNLIGHT | o DETAILED AMING DIRECTION INCLUDED ON THE PROJECT THAT IS CALLED OUT IN THE SPECIFICATION
Jp— BRANCH CIRCUITING STMBOLS SHALL BE LISTED ON THE SUBSTANTIAL COMPLETION PUNCHLIST. THE
SURFAGE OR PENDANT-MOUNTED LIGHT FIXTURE CONTRACTOR WILL BE REQUIRED TO REMEDY THESE DEFICIENCIES. THERE
OR DETAILED SYMBOL | DESCRIPTION REMARKS | WILL BE NO EXCEPTIONS.
AS SPECIFIED | REFER TO ARCHITECTURAL EXTERIOR ARROWS: NUMBER OF ARROWS INDICATES
WALL-MOUNTED LIGHT FIXTURE 2. THE CONTRACTOR MAY SCHEDULE A PRE-CONSTRUCTION MEETING , AT THEIR
OR DETAILED VATIONS FOR MOUNTING HEIGHT —_— NUMBER OF CIRCUITS REQUIRED. : '
ELEVATIONS FOR | GIRCUIT, 2 WIRE BRANCH CIRCUIT HOME RUN TO PANEL ER " DISCRETION WITH THE ELECTRICAL ENGINEER AND REVIEW THE DRAWINGS
i AS SPECIFIED IF SHOWN, ARROW INDICATES SUORT CROSS LINES: NUMBER OF SHORT AND SPECIFICATIONS. THE MEETING SHALL BE A MAXIMIM OF ONE HOUR AND
TRACK OR MONO-POINT LIGHT FIXTURE OR DETAILED AIMING DIRECTION CROSS LINES INDICATES NUMBER OF PHASE, SHALL TAKE PLACE AT THE ENGINEER'S OFFICE. |
S SPECIFIED _[%,.— 2 CIRCUIT, 3 WIRE BRANCH CIRCUIT HOME RUN TO PANEL TRAVELER, AND/OR SWITCHED
WALL SCONCE CONDUCTORS REQUIRED IF GREATER THAN | 3. THE FOLLOWING ITEMS ARE SOME OF THE REQUIREMENTS THAT ARE LISTED IN
OR DETAILED (ONE). THE SPECIFICATIONS, THESE ITEMS DO NOT REPRESENT ALL ITEMS AND THE
THIS IS AN EXAMPLE OF AN EGRESS CONTRACTOR 1S RESPONSIBLE FOR MEETING ALL REQUIREMENTS OF THE
AS SPECIFIED LONG CROSS LINES: NUMBER OF LONG SPECIFICATIONS:
FLUORESGENT EGRESS LIGHT FIXTURE OR DETAILED [{IHT FIXTURE. EORESS LG FXTURES) | ifmem | 3 GIRCUIT, 4 WIRE BRANCH CIRCUIT HOME RUN TO PANEL CROS5 LINES INDICATES NUMBER OF
: NEUTRAL CONDUCTORS REQUIRED FOR A, INSULATED THROAT CONNECTORS OR PLASTIC BUSHINGS SHALL BE
AS SPECIFIED [THIS IN AN EXAMPLE OF AN MULTI-WIRE HOME RUNS. UTILIZED FOR ALL CONDUIT SIZES USED ON THIS PROJECT.
FLUORESCENT EMERGENCY (NON-EGRESS) LIGHT FIXTURE | op peTAlLED [ETERGENCY (NON-EGRESS) LIGHT FIXTURE. ,
EMERGENCY FIXTURES ARE FULLY-SHADED. D R e B. A *0 AWG NEUTRAL CONDUCTOR WILL BE PROVIDED FOR ALL
@ | CEILING MOUNTED EXIT SIGN CEILING — MULTIPLE WIRE BRANCH CIRCUITING BETWEEN FIXTURES, GROUND AND ISOLATED GROND FLUORESCENT LIGHTING CIRCUITS.
0] WALL-MOUNTED EXIT SIGN WALL ABOVE | DARKENED PORTION OF SIGN INDICATES SWITCHES, DEVICES, ETC. R M A INGS OR C.  THE CONTRACTOR I3 RESPONSIBLE FOR UPSIZING CONDUCTORS FOR
DOOR | EACE(S); ARROWS) INDICATE CHEVRON IN THE SPECIFICATIONS. VOLTAGE DROP PER THE NEC REGARDLESS OF WHETHER IT IS SHOWN
WALL ABOVE DIRECTION(S) ON THE PLANS OR NOT.
WALL-MOUNTED EXIT SIGN W EMERGENCY LIGHT FIXTURE
@ DOOR 0 | BRANCH CIRCUITING (UN.O) TURNED UP OR TOWARDS OBSERVER, D, THE CONTRACTOR SHALL LABEL ALL ELECTRICAL EUIFHENT A8 IT I8
CALLED OUT IN THE SPECIFICATIONS.
TIME CLOCK. o« | BRANCH CIRCUITING (UN.O) TURNED DOWN OR
AWAT FROM OBSERVER. E.  THE CONTRACTOR SHALL PROVIDE SEISMIC SUPPORT AND BRACING
» FOR ALL ELECTRICAL EQUIPMENT AS REQUIRED BY LOCAL AND
E@ EMERGENCY LIGHT FIXTURE AS NOTED ——— | BRANGH GIRCUITING (UIN.OJ CONTINUATION S aeiadia
@ ELECTRIC PHOTOCELL N/A MOUNT ON ROOF FACING NORTH &KY SR | CONDUIT STUB~IN CAP AND MARK 4. THE CONTRACTOR SHALL FOLLOW THE PANELBOARD SCHEDULES AS
INDICATED IN THE DRAWINGS, EACH CIRCUIT BREAKER HAS BEEN ASSIGNED
LIGHT FIXTURE CALLOUT (LETTER DENOTES FIXTURE TYPE) -————-< INCOMING SERVICE A SPECIFIC AREA OF THE BUILDING. NO DEVIATION WILL BE ALLOWED
WITHOUT THE APPROVAL FROM THE ELECTRICAL ENGINEER.
o MOUNT AS NOTED.
JUNCTION BOX SUBSCRIPT 'F' INDICATES TO PROVIDE A
5. THE CONTRACTOR SHALL INSTALL PROPER WIRE SIZE AS CALLED OUT ON
FLOOR BOX WITH BLANK COVERPLATE THE PANELBOARD SCHEDULES. HOWEVER, THE CONTRACTOR 15
RESPONSIBLE TO ENSURE THE WIRE IS LARGE ENOUGH FOR VOLTAGE DROP.
ELECTRONIC SYSTEM GENERAL SYMBOLS
6. THE CONTRACTOR SHALL VERIFY ALL MECHANICAL OVERCURRENT DEVICES
SYMBOL DESCRIPTION MOUNTING REMARKS FOR THE ACTUAL MECHANICAL EQUIPMENT SUPPLIED ON THE JOB, PRIOR TO
RELEASE OF ANY ELECTRICAL DISTRIBUTION EQUIPMENT, CONTACT THE
SﬁggL ELECTRONIC SYSTEM PANELBOARD " ELECTRICAL ENGINEER WITH ANY DISCREPANCIES.
(SURFACE MOUNT) TOP AT 12 ELECTRONIC STSTEMS MAY
INCLUDE BUT ARE NOT 1. THE CONTRAGTOR SHALL VISIT THE SITE BEFORE SUBMITTING THE BID, AND
SPECIFICALLY LIMITED To, SHALL EXAMINE ALL PHYSICAL CONDITIONS WHICH MAY BE MATERIAL TO THE
PANEL TELEPHONE, DATA, TELEVISION, PERFORMANGE OF HIS WORK. NO EXTRA PATMENTS Wi LOWED TO
NAME | ELECTRONIC SYSTEM PANELBOARD o AT 7o' | LIGHTING CONTROL, CLOCKS, FIRE THE CONTRACTOR AS A RESULT OF EXTRA WORK MADE NECESSARY BY HIS
(FLUSH MOUNT) ALARM, ACCESS CONTROL, FAILURE TO DO S0. ANT CASE OF DISCREPANCY OR LACK OF CLARITY
SECURITY, CCTV, SOUND SYSTEM, SHALL BE PROMPTLY IDENTIFIED TO THE OWNER'S REPRESENTATIVE AND THE
NURSE CALL, OR INTERCOM. ENGINEER FOR CLARIFICATION.
ELECTRONIC STSTEM TERMINAL BOARD TOP AT 12" |
8. THE CONTRACTOR SHALL MAKE SURE THAT ALL BRANCH CIRCUITS THAT ARE
AFFECTED BY THIS PROJECT ARE NOT OVERLOADED. PROVIDE ADDITIONAL
BRANCH CIRCUITS FROM ELECTRICAL PANELS AS NECESSARY TO COMPLY
TELEPHONE / DATA SYMBOLS WITH THE BRANGH CIRCUIT LOADING REQUIREMENTS. PROVIDE ALL MATERIAL
A AS NECESSARY AND OPERATING STSTEM.
SYMBOL | DESCRIPTION MOUNTING REMARKS ND LABOR AS NECES FOR A COMPETE AND OPERA
> TELEPHONE OUTLET 4" d. PROVIDE UPDATED, TYPED PANELBOARD SCHEDULE(S) TO REFLECT ALL THE
- CHANGES MADE INCLUDING EXISTING LOADS. THE EXISTING LOADS SHALL BE
> DATA OUTLET +8 NAMED THE SAME AS LISTED ON THE EXISTING PANELBOARD SCHEDULE.
B | COMBINATION TELEPHONE/DATA OUTLET +8"
C——==mm | TELEPHONE TERMINAL BOARD TOP AT 12"
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N , ITION NOTES:

. UNLESS SPECIFICALLY NOTED OTHERWISE, REMOVE ALL ELECTRICAL ITEMS
SHOWN IN DARK ¢ DASHED LINES. LIGHT ¢ SOLID LINES ARE TO REMAIN.
DEMOLITION ITEMS ARE SHOWN TO GIVE A BASIC DESCRIPTION OF THE EXTENT
OF DEMOLITION WORK, BUT MAY NOT BE INCLUSIVE. PROVIDE DEMOLITION
WORK IN ACCORDANCE WITH THE FOLLOWING REQUIREMENTS:

A, DISCONNECT AND REMOVE ANY/ALL FIXTURES, DEVICES, EQUIPMENT,
ETC. REQUIRED FOR PROPER COMPLETION OF THE WORK WHETHER
SHOWN OR NOT.

B. RELOCATE, REWIRE, AND/OR RECONNECT ANY/ALL FIXTURES,
DEVICES, EQUIPMENT, ETC. THAT FOR ANY REASON OBSTRUCTS
CONSTRUCTION.

C. LEAVE ALL EXITING FIXTURES, DEVICES, EQUIPMENT, ETC. IN
PORTIONS OF THE BUILDING NOT BEING REMODELED, IN WORKING
CONDITION. RESTORE ALL INTERRUPTED BRANCH CIRCUITS,
FEEDERS, ETC.

D. REMOVE AND DISPOSE OF ALL RACEWATS, CONDUCTORS, BOXES,
DEVICES, EQUIPMENT, ETC. THAT ARE NOT TO BE REUSED.
TERMINATE AT ACCESSIBLE JUNCTION BOX BY PROVIDING PROPER
KNOCK-OUT CLOSURE, TAPE CONDUCTORS, LABEL AS "SPARE" WITH
CIRCUIT NO., ZONE NO, OR OTHER CHARACTERISTIC IDENTIFYING
SOURCE.

E. EXISTING RACEWAYS MAY BE REUSED, IF IN PLACE, WHERE
POSSIBLE, AND WHERE IN COMPLIANCE WITH THE SPECIFICATIONS
AND THE INTENT OF THE CONTRACT DOCUMENTS. UPGRADE AND OR
PROVIDE NEW CONDUIT SUPPORTS WHERE NECESSARY FOR ALL
RACEWAYS BEING REUSED. INSURE INTEGRITY OF EXISTING
RACEWAYS BEFORE REUSE.

F. CONCEAL ALL RACEWAY AND WIRING IN EXISTING WALLS, CEILINGS,
FLOORS, ETC. THE USE OF WIREMOLD IS PERMITTED ONLY WHERE
SPECIFICALLY NOTED ON DRAWING.

G. DO NOT PENETRATE STRUCTURAL ELEMENTS OF FLOORS, WALLS,
CEILINGS, ROOFS, ETC.

H. COORDINATE WITH OWNER WHAT EQUIPMENT SHOULD BE DISPOSED OF
AND WHAT EQUIPMENT 1S TO BE RETURNED TO OWNER.

|. COMPLETELY REMOVE ALL TELEPHONE OR DATA CABLES WHICH ARE TO BE
REMOVED BACK TO SOURCE OR AS DIRECTED BY OWNER,

3
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FLOOR BOX & POKE THRU SYMBOLS WIRING DEVICE SYMBOLS
STMBOL | DESCRIPTION MOUNTING REMARKS STMBOL | DESCRIPTION MOUNTING REMARKS
(@] | SINGLE-GANG FLOOR BOX WITH DEVICE FLOOR $ SINGLE-POLE TOGGLE SWITCH +48"
| DEVICES SHOWN ARE a -POLE TOGGLE SWITCH +48" SUBSCRIPT KEYS SWITCH TO
DOUBLE-GANG FLOOR BOX WITH DEVICES FLOOR | EXAMPLES OF WA MY $° | sNeLE-POLE TOGGLE FIXTURES CONTROLLED,
~ EEFQQO@‘ ﬁ%ﬁ?‘i‘.ﬁ‘é@%‘% $, | DOUBLE-POLE TOGGLE SWITCH +48"
DD TRIPLE-GANG FLOOR BOX WITH DEVICES
Qlq FLOOR SCHEDULE FOR SYMBOL $3 THREE-WAY TOGGLE SWITCH +48"
DESCRIPTIONS ;
$, | FOUR-WAY TOGGLE SWITCH +48
MULTI-SERIVCE FLOOR BOX WITH DEVICES FLOOR
G $¢ | KEY-OPERATED SINGLE-POLE TOGGLE SWITCH +48"
©® | FLUSH MILTI-SERVICE POKE-THRU WITH DUPLEX RECEPTACLE FLOOR $p | SINGLE-POLE TOGGLE SWITCH WITH PILOT LIGHT il
¢ COMUNICATIONS PORTS $D!M MMER SWITCH ® RATE DIMMER SWITCH FOR
D’ +. "
() | TULTI-SERVIGE POKE-THRU WITH RURNITURE FEED GONNEGTIONS FLOOR MAXIrti POSSIBLE WATTAGE
(POWER ¢ COMMUNICATIONS) $r | TIMER SWITCH +48"
® 7%5&;”%@;” FURNITURE FEED CONNEGTIONS, FLOOR 5 (2) SINGLE-FOLE TOBELE SHITCH g’ Dgg;;@/% 3»::1;?; %ugggéﬁ LAMPS
© POKE-THRU WITH FURNITURE FEED CONNECTIONS, 5 OoR 7\, | LOW VOLTAGE MOMENTARY CONTACT SWITCH +48"
(COMMUNICATIONS ONLY) $ary | 3-POSITION MOMENTARY CONTACT SWITCH +48" REFER TO DETAIL -
[] | QUTLET BOX WITH FURNITURE FEED CONNECTIONS, e UP-ON; CENTER-NEUTRAL; DORN-OF
(POWER ONLY) PROVIDE ELECTRICAL $apy | 3-POSITION MAINTAINED CONTAGT SWITCH +48" UP-ON; CENTER-OFF; DOWN-ON
OUTLET BOX WITH FURNITURE FEED CONNECTIONS e CEILING MOUNTED WITH SUBSCRIPT 'C
: ., FURNITURE. '}
| (COMFUNICATIONS ONLY) e ©OCM | OCCUPANGT SENSOR ASNOTED | ™) AL L MOUNTED WITH SUBSCRIPT W
COORDINATE PLACEMENT ,,
i UNDERFLOOR DISTRIBUTION BOX WITH FURNITURE FEED CONNECTIONS. | BELOW RAISED | 2 heiehet i e @ | SPLIT-WIRED DUPLEX RECEPTACLE 418
(POVER ONLY) - FLOGR FURNITURE INSTALLER © | SIMPLEX RECEPTACLE 6"
UNDERFLOOR DISTRIBUTION BOX WITH FURNITURE FEED CONNECTIONS. | BELOW RAISED OUGH-IN. , .
& (COMMUNICATIONS ONLY) FLOOR € | DUPLEX RECEPTACLE +8
d= | FOURPLEX RECEPTACLE +lg"
D MULTI-SERVICE FLOOR BOX WITH FURNITURE FEED CONNECTIONS FLOOR
RANGE — NEMA [4-50R
=] POWER POLE WITH FURNITURE FEED CONNECTIONS FLOOR/CEILING
€ | GROUND FAULT CIRCUIT INTERRUPTER DUPLEX RECEPTACLE 8"
€= | GROUND FALLT CIRCUIT INTERRUPTER FOURPLEX RECEPTACLE +g"
FIRE ALARM STMBOLS @ | EYERGENCY DUPLEX RECEPTACLE Hg"
SYMBOL | DESCRIPTION MOUNTING REMARKS ¢ | EMERGENCT FOURPLEX RECEPTACLE +g"
_ 4" BELOW CEILING TO - TI-OUTLET ASS Y 4" ABOVE
BEAM DETECTOR - TRANSMITTER T0P OF DETECTOR Q@— = — | MULTI-OUTLE EMBL o ABOVE
- 4" BELOW CEILING TO
BEAM DETECTOR - RECEIVER 0P OF DETECTOR B | POWER / TELEPHONE POLE FLOOR/CEILING
END OF LINE DEVICE PER MANUFACTURER € | CORD DROP WITH DUPLEX RECEPTACLE +g" REFER TO DETAIL
RECOTENDATIONS SUBSCRIPT IN PARENTHESIS INDICATES NEMA
il TAMPER SWITCH AT VALVE ® - ourLET . CONFIGURATION IF SHOWN, REFER TO
SPECIAL PURPOSE OUTL +g" DRAWINGS AND/OR EQUIPMENT SCHEDULES.
[ WATER FLOW INDICATOR ON FIRE RISER (5-20R) CONFIRM EXACT CONFIGURATION WITH OWNER
[EsD] FIRE/SMOKE DAMPER TOP AT 12 PRIOR TO INSTALLATION,
O) HEAT DETECTOR CEILING
@ SMOKE DETECTOR CEILING GEAR AND CONTROL STYMBOLS
-==={Qp | DUCT SHMOKE DETECTOR SIDE OF DUCT SYMBOL | DESCRIPTION MOUNTING REMARKS
E FIRE ALARM MANUAL STATION +48" $r | MANUAL STARTER WITH THERMAL OVERLOAD(S) AT EQUIPMENT
AT DEVICE(S) TO BE
@ CONTROL MODULE CONTEOLLED O~ | ELECTRIC MOTOR “
MONITOR MODULE AT DEVICE(S) TO ¥ NON-FUSED DISCONNECT SWITCH +60
[ MONITOR EF FUSED DISCONNECT SWITCH +60"
B FAN SHUTDOWN RELAY AT FA;‘A@}TROL =) CIRCUIT BREAKER AND ENCLOSURE +60"
© | MAGNETIC DOOR HOLDER COORDINATE WITH | COORDINATE WITH DOOR INSTALLER; SUBSCRIPT MAGKETIC STARTER +0
DOOR INSTALLER | 'F' INDICATES TO MOUNT AT FLOOR LEVEL @ | COMBINATION MAGNETIC STARTER / NON-FUSED DISCONNECT +60"
KB WATER FLOOD INDICATOR FLOOR = COMBINATION MAGNETIC STARTER / FUSED DISCONNECT +60"
[EK | AUDIO HORN X COMB. MAGNETIC STARTER / MOTOR CIRCUIT PROTECTOR (MCP) 60" |
SUBSCRIPT 'WP' INDICATES THAT A ;
g MINt AUDIO HORN WEATHER PROOF BACK. BOX 15 REQ. CoMB. VARIABLE FREGUENGY DRIVE / MOTOR CIRGUIT PROTECTOR (MoP) | RO0R OR heLt o o
FIRE ALARM VISUAL STROBE MOUNT AT LESSOR s 1 . "
. BSCRIPT 'C' INDICATES FLOOR OR WALL TOP AT +12' IF
K | FIRE ALARM AUDIO/VISUAL HORN/STROBE OFOEggﬁRBEBEO il CEILING MOUNTING. REDUCED VOLTAGE STARTER AS SPECIFIED WALL MOUNTED
MINI AUDIO/VISUAL HORN/STROBE CEILING. o LOAD CENTER (SURFACE-MOUNTED) TOP AT +12" 4" X 3'D
15f | FIRE ALARM AUDIO SPEAKER TG e arRoBE N T Gy w= | LOAD CENTER (FLUSH-MOUNTED TOP AT +12" 4" X 3'D
©F | FIRE ALARM AUDIO/VISUAL SPEAKER/STROBE mm || |GUTING AND APPLIANCE PANELBOARD (SURFACE-MOUNTED) TOP AT +12" 20"W X 6'D
[0 | FIRE PROTECTION SPRINKLER RISER BELL +90 WD [NSTALLED D CONNECTED BY DIV 16000 wawr | LIGHTING AND APPLIANCE PANELBOARD (FLUSH-MOUNTED) TOP AT +12 20"W X 6'D
' THESE STMBOLS ARE
ERAL IN NATURE AND
C | POWER DISTRIBUTION PANELBOARD WALL Gr?xyg\fkgy IN QIZREE AND
SHAPE TO SUIT APPLICATION.
CROSS HATCHING INDICATES
% T TOHBOARD:
O | switcHsoARD FLOOR NAME IS INDICATED IN
SEMI-QUOTES (IE. L2A', MDP!
=] METER BASE TOP AT 412"
FURNISH SWITCH UNLESS
| BIVISION. RSTALL AYD
- - n O .
H OPEN - STOP - CLOSE SWITCH +60 O Ao
TO RELATED SPECIFICATION
SECTIONS.
(D) | HVAC THERMOSTAT 160" Wovlgglgo BL‘[NI?OIYISION
HAND - OFF - AUTO SWITCH +60"
GD— | GROUND FAULT PROTECTION
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1 | 2 | 3 4 | 5
IGHTIN NOTES: . DEMO POWER KEYED NOTES:

@ RECESSED CAN FIXTURES AND COVE LIGHTS IN THIS ROOM | CIRCUIT IS TO BE REUSED.

ARE TO REMAIN, CLEAN AND RELAMP. REUSE EXISTING C . e
CIRCUITING AND MAINTAIN SWITCHING SCHEME. Division of Facilities

Construction & Management
(£2) DISCONNECT AND RETURN LIGHT FIXTURE TO ONER. 4110 State Office Building
CIRCUIT IS TO BE REUSED FOR NEW LIGHT FIXTURES, D Salt Lake City, Utah 84114

 SWITCHING SCHEME IS TO REMAIN. Phone: (801) 538 - 3018
@ CONTRACTOR TO VERIFY AND MAINTAIN SWITCHING SCHEME. ' Fax: (801) 538 - ’3 267
D | Internet: http://www.dfcm.state.ut.us
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State of Utah

IGHTING KETED NOTES: POWER KETED NOTES: . : .
Department of Administrative Services

@ RECESSED CAN AND COVE LIGHTS IN THIS AREA ARE TO BE SWITCH WITH LIGHTS.

REUSED. .. ege
EXISTING CIRCUIT IN AREA IS TO BE REUSED. PROVIDE NEW DlVlSlQll of Facilities

(£2) AS-BUILT DRAWINGS INDICATE THAT THE COVE LIGHTS ARE DEVICES AND WIRE COMPLETE. Construction & Management
ON CIRCUIT A-ll AND THE RECESSED CANS ARE ON CIRCUIT , 4110 State Office Building

A-4. CONTRACTOR TO VERIFY EXACT CIRCUITING. @ PROVIDE NEW FIRE ALARM HORN/STROBE TO MATCH I® Salt Lake City, Utah 84114

EXISTING. Phone: (801) 538 - 3018
Fax: (801) 538 - 3267

Internet: http://www.dfcm.state.ut.us

(L3) CIRCUIT TO AVAILABLE SPARE BREAKER IN PANEL ‘AL

DINING ROOM LIGHT SHALL BE CIRCUITED TO THE EXISTING D
CIRCUIT FOR THE RECESSED CANS AND SWITCHED

SEPARATELY. CONTRACTOR SHALL PREVENT CIRCUIT FROM -
BEING OVERLOADED. CREATED BY: P+A architects

GENERAL NOTES: P+A architects

821 East Kensington Ave.

. CONTRACTOR SHALL TRACE EXISTING CIRCUITS AND Salt Lake City, Utah 84105
VERIFY EXISTING LOADS., CONTRACTOR SHALL PREVENT P: 801.484.1161
OVERLOADING OF ANY CIRCUITS THAT ARE TO BE REUSED, F: 801.485.4640
AND PROVIDE NEW BREAKERS TO MATCH EXISTING AS e-mail parchitects@comcast.net
REQUIRED.
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TYPE MANUFACTURER SERIES DESCRIPTION LOAD (VA MOUNTING
VOLTAGE NUIMBER TYPE WATTS | COLOR (KELVIN | CRI
DF OPEN REFLECTOR COMPACT FLUORSECENT DOWNLIGHT 120 26 RECESSED | TRIFLE TUBE COMPACT FLUORESCENT 32 3500 82
SEAGULL WI8LE APPERATURE: 6" VERTICAL ORIENTATION
REFLECTOR TYPE: CLEAR
REFLECTOR FINISH: SPECULAR LOW IRID,
LENS TYPE: NONE
MAXIMIM RECESS DEPTH: |I"
ELECTRONIC BALLAST: <I0% THD
FLANGE: SELF-FLANGED -
DFS LENSED COMPACT FLUORSECENT SHOWER DOWNLIGHT 20 26 RECESSED [ DOUBLE TWIN TUBE 26 3500 82
SEAGULL ISAT-I5 UL LISTED FOR WET LOCATIONS COMPACT FLUORESCENT
SHAPE: ROUND
APPERATURE: 8'
REFLECTOR COLOR/FINISH: SPECULAR LOW IRRIDESCENT CLEAR
LENS TYPE: TEMPERED FRESNEL
MAXIMUM RECESS DEPTH: 8"
BALLAST: ELECTRONIC <I0% THD
PD RESIDENTIAL INCANDESCENT PENDANT 120 300 SURFACE 3 Ald INCANDESCENT {e/0] 3000 100
SEAGULL NEWPORT RIBBED SATIN-ETCHD GLASS, FOUR LIGHT FROSTED
31282-965 DIMENSIONS: 21" DIAMETER, 16" HEIGHT
FINISH: BRUSHED NICKEL
TH4 TRACK HEAD 120 50 TRACK | PAR20 FLOOD . 15 3000 100
DMF DT20 INCANDESCENT LINE VOLTAGE MEDIUM THROW
DIMENSIONS: 5" APERATURE, 8" LONG, 11-3/4" HIGH
TRIM: OMATTE BLACK BAFFLE® OWHITE BAFFLER
COLOR: SCBA
DME DT4 ONE CIRCUIT TRACK 120 15 VA / FT SURFACE N/A N/A N/A N/A N/A
LENGTH: 4'
COLOR: SCBA
PROVIDE ALL ACCESSORIES AS REQUIRED FOR A COMPLETE SYSTEM
WS INCANDESCANT WALL SCONCE 120 100 WALL ] Al9 INCANDESCENT loo . 3000 100
SEAGULL BLISS FRAME FINISH: SCBA FROSTED :
41055-05 VERTICAL MOUNTING
XE EMERGENCTY LIGHTING UNIT 20 25 UNIVERSAL | AP INCLUDED 25 WA NA
Ll EM SEALED LEAD CALCIUM BATTERY
Xl LLED POLYCARBONATE EXIT SIGN 120 0} UNIVERSAL ] LAMP INCLUDED 4 N/A N/A
Lsl EX OPERATION: EMERGENCY - NICKEL CADMIUM BATTERY
FACE TYPE: STENCIL
HOUSING COLOR: WHITE
NUMBER OF FACES: |
LETTER COLOR: GREEN
LIGHT FIXTURE LIGHT FIXTURE
ABBREVIATION SCHEDULE GENERAL NOTES
NOTE: NOT ALL ABBREVIATIONS WILL NECESSARILY BE USED. REFER TO THE ARCHITECTURAL REFLECTED CEILING PLANS FOR LOCATIONS OF LIGHT FIXTURES. BRING ALL DISCREPANCIES OF
LOCATIONS AND QUANTITIES TO THE ATTENTION OF THE ARCHITECT AND ELECTRICAL ENGINEER PRIOR TO BIDDING.
AFF. ABOVE FINISHED FLOOR ‘ '
2.  REFER TO ARCHITECTURAL ELEVATIONS FOR MOUNTING HEIGHTS AND LOCATIONS OF LIGHT FIXTURES. BRING ALL
WALLOCLG. WALL MOUNT AT CORNER OF WALL AND CEILING DISCREPANCIES TO THE ATTENTION OF THE ARCHITECT PRIOR TO BIDDING.
CCBA CUSTOM PAINTED COLOR AS SELECTED BY THE ARCHITECT 3. REFER TO THE SPECIFICATIONS FOR OTHER LIGHT FIXTURE, BALLAST, AND LAMP REQUIREMENTS AND ACCEPTABLE
MANUFACTURERS.
SCBA STANDARD PAINTED COLOR AS SELECTED BY THE ARCHITECT
4. REFER TO ARCHITECTURAL DRAWINGS FOR LOUVER REQUIREMENTS (IF ANY).
CFBA CUSTOM FINISH AS SELECTED BY THE ARCHITECT
5. CONFIRM AVAILABLE MOUNTING DEPTHS OF ALL LIGHT FIXTURES AND COMPARE WITH DEPTHS SHOWN ON SHOP DRAWING. BRING
SFBA STANDARD FINISH AS SELECTED BY THE ARCHITECT ALL POTENTIAL CONFLICT AREAS TO THE ATTENTION OF THE ARCHITECT AND ELECTRICAL ENGINEER PRIOR TO RELEASE.
MoD MODIFY STANDARD LIGHT FIXTURE AS INDICATED
BIDDING REQUIREMENTS

w

BID ONLY PRODUCTS THAT ARE SPECIFIED OR APPROVED BY ADDENDUM.
PACKAGING OF LIGHT FIXTURES WITH OTHER SYSTEMS IS NOT ALLOWED.

WHEN ONLY ONE PRODUCT 1S APPROVED FOR BIDDING, THE PRICE FOR THAT ITEM SHALL BE BROKEN OUT SEPARATELY WHEN SUBMITTING PRICING TO VARIOUS DISTRIBUTORS AND/OR CONTRACTORS.
WHEN A CONTRADICTION EXISTS BETWEEN A SPECIFIC MODEL NUMBER AND THE DESCRIPTION, THE DESCRIPTION SHALL GOVERN.

DEPARTMENT OF
HUMAN SERVICES

180 SOUTH 300 EAST
MOAB, UTAH 84532

CHRISTMAS BOX HOUSE
INTERIOR REMODEL

LIGHT FIXTURE PRIOR APPROVAL REQUIREMENTS

PRIOR APPROVAL IS REQUIRED BEFORE BIDDING THIS PROJECT.

THE BID. PRIOR APPROVALS RECEIVED AFTER THIS TIME PERIOD SHALL BE REJECTED.

PRIOR APPROVALS SHALL BE SUBMITTED TO THE ELECTRICAL ENGINEER'S OFFICE AT LEAST (8) EIGHT WORKING DAYS BEFORE

PRIOR APPROVALS SHALL BE SIGNED BY A PRINCIPAL OF THE SUBMITTING ORGANIZATION STATING THAT THEY HAVE

PREPARED AND/OR REVIEWED THE SUBMITTAL AND THAT THE PRODUCTS PROPOSED ARE EQUIVALENT TO THOSE SPECIFIED.
ANY EXCEPTIONS SHALL BE SO NOTED.

BE GIVEN ON ANY |TEM.

ITEMS THAT ARE SUBMITTED AND HAVE BEEN APPROVED WILL BE LISTED IN THE ADDENDUM(S). VERBAL APPROVAL WILL NOT

5, 1T 1S NOT THE RESPONSIBILITY OF THE ELECTRICAL ENGINEER TO NOTIFY THE SUBMITTING PARTY OF ERRORS IN THE SUBMITTAL.
NOTIFICATION OF ERRORS BY THE ELECTRICAL ENGINEER PRIOR TO ISSUANCE OF THE ADDENDUM(S) MAY NOT BE GIVEN.

6. PRIOR APPROVALS SHALL CONSIST OF TWO SETS OF CUT SHEETS DESCRIBING THE PRODUCTS BEING SUBMITTED AS
EQUIVALENTS, FAXES ARE NOT ACCEPTABLE. ALL SPECIFICATION INFORMATION SHALL BE CLEARLY MARKED, WITH
NON-APPLICABLE INFORMATION CROSSED OUT. COMPLETE PHOTOMETRIC DATA SHALL BE PROVIDED. PRODUCTS WITHOUT

PHOTOMETRIC DATA WILL BE NOT BE APPROVED.
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l. PROVIDE CLASS A GROUND FAULT INTERRUPTER TYPE CIRCUIT BREAKER.

2. PROVIDE ARC FAULT CIRCUIT INTERRUPTER TYPE CIRCUIT BREAKER.

3. PROVIDE 30 MILLIAMPERE EQUIPMENT GROUNG FAULT PROTECTOR TYPE CIRCUIT BREAKER.

4, PROVIDE SHUNT-TRIP TYPE CIRCUIT BREAKER WITH 120V COIL.

5. PROVIDE HACR RATED CIRCUIT BREAKER.

6. PROVIDE HANDLE CLAMP FOR HOLDING CIRCUIT BREAKER IN THE "ON" OR "OFF" POSITION,

. PROVIDE SWITCHING RATED CIRCUIT BREAKER. '

8. PROVIDE NEW CIRCUIT BREAKER IN EXISTING PANELBOARD (WHERE PANEL 1S INDICATED AS EXISTING) OF SAME MANUFACTURER AND AC. RATING AS EXISTING.

9. EXISTING LOAD.

A SEC |

LIGHTING AND APPLIANCE PANELBOARD SCHEDULE LIGHTING AND APPLIANCE PANELBOARD SCHEDULE
CIRCUIT BREAKERS:  |X|BOLT ON CIRCUIT BREAKERS:  [X|BOLT ON '
PANEL NAME: A (SEC 2 TYPE: EXISTING | |PLUG ON 20/ 240 | ¢ 3 W PANEL NAME: _ A(SEC D TYPE: EXISTING |_|PLUG ON 20 7 240 ! 3 MW
ENGRAVED NAME TAGS BUS MATERIAL: [x] ALUM BUS GROUND:  [X|GROUND BUS NEUTRAL: [ |l00% LuGs:[ JMAIN MAIN BREAKER:[ |AMPS ENGRAVED NAME TAGS BUS MATERIAL:| | ALUM BUS GROUND: HGROUND BUS NEUTRAL: H l00% LUes:| |MAIN MAN BREAKER[ JAPS
| |cuBUS | |IsOL eND BUS 200% SUB-FEED cuBUS A ISOL GND BUS 200% SUB-FEED
FEED-THROUGH BUS AMPS: _ 400 FEED-THROUGH BUS AMPS: _ 400
BRANCH BREAKERS
WRE | CIR. LEFT PHASE LgiéNGH BREAZ‘T’Z?;T PHAGE LOAD CIR. NP WIRE WIRE | CIR. LEFT PHASE LOAD RIGHT PHASE LOAD CIR. AP WIRE
NOTES ITEM AP POLE | SIZE | NO. A B A B NO. POLE | SIZE ITEM NOTES NOTES ITEM AP POLE | SIZE | NO. A B A B NO. POLE | SIZE ITEM NOTES
q GARAGE OH DOOR 3| 1200 32 20 | 2 DISPOSAL 8 q 2 NW BEDROOM LTG | 2 S BEDROOM RECPT 9
q KITCHEN FREEZER a3 a4 KITCHEN RANGE RECPT q q N SHOWER AND TUB LTS 3 4 2 NW BEDROOM RECPT 9
q SOUTH FREEZER 35 36 N 3 q S BED, RR, HALL LTS 5 6 S BED AND HALL RECEPT | 4
q NORTH FREEZER 31 38 DRYER RECEPT q q N BEST, RR, HALL LTS 7 8 5 VANITY AND HALL RECEPT q
q WATER HEATER CONTROL 29 40 - q 9 DAY ROOM CEILING LIGHTS 9 0 N VANITY RECEPT q
a " FIRE ALARM T ) iTe q q DINING RM COVE LTS I 2 N BED AND HALL RECEPT | 4
q NORTH CONDENSER UNIT 43 44 SPRINKLER AR COMPRESSOR q 9 FRONT HALL, OFFICE, STAFF LTS 13 14 LAUNDRY, WASHER, COUNTER RECPT q
q - a5 200 % 20 2 MICROWAVE 8 q KIT, HALL, GAR LTS 5 16 GAR AND CRPIN RECEPT | 4
q SOUTH CONDENSER UNIT 41 120 48 20 2 GENERAL CO'S 8 q LIVING RM RECEPTACLES I 18 MECH AND DAY RM, TV RECPT 9
q - 49 168 50 30 10 COOKTOP 8 q DAY ROOM, E WALL RECPT ] 20 DAY RM, N PATIO AND HALL RECPT 9
q EAST WATER HEATER 5] 168 52 - - - - a q STAFF AREA RECPT 2l 22 N FURNACE | 9
q - 53 54 ELEC ROOM q q KITCHEN S AND E RECPT 23 24 S FURNACE 2 q
q MICROWAVE 55 410 56 20 2 2 OVEN 8 q DISPOSAL 25 26 KITCHEN REFRIG RECPT q
49 PLATROOM TRACKS 51 410 58 - - - - 8 q DISHWASHER 21 28 N KITCHEN COUNTER RECPT 9
8 DISHWASHER 20 ! 12 59 1200 1200 60 2 ] 2 REFRIDGERATOR 8 q WEST KITCHEN COUNTER 29 30 PARKING FLOOD LTS q
1200 0 3098 3518 _ o 0 0 0
FEEDER ENTRY:[ |TOP FRONT: E STANDARD 4298 3518 |TOTAL FEEDER ENTRY:| |TOP FRONT: E STANDARD 0 0 TOTAL
|BoTTOM HINGED 36 30 AMPS / PHASE |_|BOTTOM HINGED 0 0 AMPS / PHASE
- DOOR-IN-DOOR DOOR-IN-DOOR
MOUNTING: [x] FLUSH TVSS: | |[NONE  NEMA RATING: [X|NEMA | TOTAL CONNECTED LOAD: 1876 MOUNTING: | x| FLUSH TVSS: | |NONE NEN(* RATING: | X/NEMA | TOTAL CONNECTED LOAD: O
| surFacE CATEGORY 'C" CINEMA 3R | SURFACE CATEGORY 'C" |INEMA 3R
| SURFACE W/ SKIRT ABOVE CATEGORY "B" | |NEMA 4% SHORT CIRCUIT RATING:[ |SERIES - RATED || SURFACE W/ SKIRT ABOVE CATEGORY ‘5! |_|NEMA 4X SHORT CIRCUIT RATING:| |SERIES - RATED
|| SURFACE W/ SKIRT BELOW CATEGORY "A* | NEMA 12 FULLY - RATED || SURFACE W/ SKIRT BELOW CATEGORY "A | |NEMA 12 FULLY - RATED
- || STAINLESS STEEL | |STAINLESS STEEL
AMPS RMS STM AMPS RMS STM
REFER TO ONE-LINE DIAGRAM FOR FEEDER , CONDUIT AND CONDUCTOR SIZES REFER TO ONE-LINE DIAGRAM FOR FEEDER , CONDUIT AND CONDUCTOR SIZES
PANEL LEGEND
PANELBOARD SCHEDULE NOTES:

A SEC |
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State of Utah

Department of Administrative Services

Division of Facilities
Construction & Management
4110 State Office Building
D Salt Lake City, Utah 84114
/——— DESIGNATION OF CIRCUIT. Phone: (801) 538 - 3018
CONNECT HOT CONDUCTOR ¢ _ Fax: (801) 5 -32
—~=——| ETTER DESIGNATES Al-42 HIRE COMPLETE. ' (801) 538 - 3207
a2 ECTURE TTPE. oc S D | Internet: http://www.dfcm.state.ut.us
™| e OWERGASE LETTER DESIGNATES | \—l—- WHERE A SINGLE-POLE TOGGLE SWITCH CREATED BY: P+A architects
AND OCCUPANCY SENSOR ARE SHOWN
| TP SWITCHING OR CIRCUIT ASSIGNMENT. ~——— PROVIDE 4'x4"x2-1/8" DEEP JUNCTION O :
RELAY DESIGNATION (SECOND) a2 ASSIGNMENTS, SUCH AS a/b, INDICATE T R T oy ooaR v BOX AITH SINGLE GANG PLASTER = A P+A architects
DUAL LEVEL SWITCHING, AND FUNCTION AS A MANUAL OVERIDE RING AND EXTEND 3/4" CONDUIT WITH 821 East Kensington Ave.
' NYLON PULL ROPE TO ACCESSIBLE Salt Lake City, Utah 84105
CEILING. TERMINATE CONDUIT IN P: 801.484.1161
| STCHNG OR CIRCUIT ASBGNENT CELING SPACE WTH ANTLON F: 8014854640
CIRGUIT DESIGNATION —— UEL-3 @ LETTER DESIGNATES WITHIN ROOM. Y NER é : e-mail parchitects@comcast.net
' - FIXTURE TYPE. $b $a
8 i | INDICATES DUAL LEVEL SWITCHING g
3 INBOARD LAMPS ARE TO BE SWITGHED 0T Camlere o R T ?
1 ~ SEPARATELY FROM OUTBOARD LAMPS. ® 0 ’ |
$%° Al-40/1G —~— ISOLATED GROUND CIRCUIT. Q 18" MINIMUM ]
EXIT SIGNS. CONNECT  L.SHADING INDICATES EGRESS | ‘
TO UNSWITCHED HOT LIGHT FIXTURE. CONNECT TO DESN’b‘fNATT ’SNTOF O‘;}Rgg'%a . ' !
EMERGENCY LIGHTING ~ UNSWITCHED HOT EMERGENCY ﬁﬁ% EgMPI?ETEC D
CIRCUIT. LIGHTING CIRCUIT. A-d3 :
©c —— LOWER CASE LETTER DESIGNATES TYPE
OF OCCUPANCY SENSOR. REFER TO ] H B
OCCUPANCY SENSOR SCHEDULE architecture planning design
| | CONSULTANT: Envision Engineering
TYPI IGHT FIX CONVENTION ' | TYPICAL SWITCHING CONVENTIONS TYPICAL ol CONVENTION ADA ELEVATION DETAIL >
SCALE: NONE ‘ SCALE: NONE SCALE: NONE SCALE: NONE , |
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