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ABBREVIATIONS

AC AIR CONDITIONING
AFF ABOVE FINISH FLOOR
ALT ALTERNATE
ALUM ALUMINUM
APPROX APPROXIMATE
ARCH ARCHITECTURAL
BD BOARD
BLDG BUILDING
BLKG BLOCKING
BO BOTTOM OF
BOT BOTTOM
BRG  BEARING
BYD BEYOND
CB CATCH BASIN
CIP CAST�IN�PLACE
CJ CONTROL JOINT 
CL CENTER LINE
CLG CEILING
CMU CONCRETE MASONRY UNIT
CO CLEANOUT
COL COLUMN
COMM COMMUNICATION
CONC CONCRETE
CONF CONFERENCE
CONST CONSTRUCTION
CONT CONTINUOUS
CONTR CONTRACTOR
COORD COORDINATE
CORR CORRIDOR
CSK  COUNTER SUNK
CTR CENTER
DEMO DEMOLITION
DIA DIAMETER
DIAG DIAGONAL
DIM DIMENSION
DN DOWN
DR DOOR
DS DOWNSPOUT
DTL DETAIL
DWG DRAWING
EIFS EXTERIOR INSULATION AND FINISH SYSTEM
EL ELEVATION
ELEC ELECTRICAL
ELEV ELEVATOR
EQ EQUAL
EQUIP EQUIPMENT
EWC ELECTRICAL WATER COOLER
EXP EXPANSION
FD FLOOR DRAIN
FEC FIRE EXTINGUISHER CABINET
FIN FINISH
FIN FLR FINISH FLOOR
FLR FLOOR
FT FEET
GA GAUGE/GAGE
GI  GALVANIZED IRON
GLU�LAM  GLUE LAMINATED
GYP BD GYPSUM BOARD
HC HANDICAPPED
HVAC HEATING, VENTILATION, AIR CONDITIONING
ID INSIDE DIAMETER
INT INTERIOR
ISO ISOMETRIC
JAN JANITOR
JST JOIST
JT JOINT
KD KNOCK DOWN

KOP KNOCKOUT PANEL
LAB LABORATORY
LAV LAVATORY
MAINT MAINTENANCE
MAX MAXIMUM
MECH MECHANICAL
MEZZ MEZZANINE
MFR MANUFACTURER
MH MANHOLE
MIN MINIMUM
MISC MISCELLANEOUS
MO MASONRY OPENING
NIC NOT IN CONTRACT
NO NUMBER
NOM NOMINAL
NTS NOT TO SCALE
OA OVERALL
OC ON CENTER
OD OUTSIDE DIAMETER
OH OVER HEAD
OH DR  OVERHEAD DOOR
OPP OPPOSITE
PERP PERPENDICULAR
PL PLATE
PL PROPERTY LINE
PL GL PLATE GLASS
PLAM PLASTIC LAMINATE
PLBG PLUMBING
PLYWD PLYWOOD
PR PAIR
PREFAB PREFABRICATED
QTY QUANTITY
RD ROOF DRAIN
REINF REINFORCED / REINFORCING
REQD REQUIRE / REQUIRED
RFG REFRIGERATOR
RM ROOM
RO ROUGH OPENING
RTD RATED
RTU ROOF TOP UNIT
RV ROOF VENT
SCHED SCHEDULE
SIM SIMILAR
SPEC SPECIFICATION
SQ SQUARE
STD STANDARD
STL STEEL
STRUC STRUCTURAL
SUSP CLG SUSPENDED CEILING
THK THICKNESS
TO TOP OF
TOB  TOP OF BEAM
TOS TOP OF SLAB, TOP OF STRUCTURE
TOW  TOP OF PARTITION
TYP TYPICAL
UNO  UNLESS NOTED OTHERWISE
VCT VINYL COMPOSITION TILE
VERT VERTICAL
VEST VESTIBULE
VTR VENT THROUGH ROOF
W/ WITH
W/O WITHOUT
WC WATER CLOSET
WD WOOD
WF WIDE FLANGE
WH  WATER HEATER
WWF WELDED WIRE FABRIC
XFMR Transformer
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GENERAL

CIVIL
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GI000.1 COVER SHEET VOL#1
GI001.1 SHEET INDEX VOL#1
GI002.1 LIFE SAFETY � CODE ANALYSIS
GI003.1 LIFE SAFETY � CHECK LISTS
AE001 LIFE SAFETY � SITE PLAN
AE010 LIFE SAFETY � PLAN LOWER LEVEL
AE011 LIFE SAFETY � PLAN FIRST FLOOR
AE012 LIFE SAFETY � PLAN SECOND FLOOR
AE013 LIFE SAFETY � PLAN THIRD FLOOR
AE014 LIFE SAFETY � PLAN PENTHOUSE
AE015 LIFE SAFETY � PLAN ALTERNATE 1
AE016 LIFE SAFETY � PLAN ALTERNATE 3
AE020 LIFE SAFETY � FIRE RATED ASSEMBLIES
AE021 LIFE SAFETY � FIRE RATED ASSEMBLIES
AE022 LIFE SAFETY � FIRE RATED ASSEMBLIES
AE023 LIFE SAFETY � FIRE RATED ASSEMBLIES
AE024 LIFE SAFETY � FIRE RATED ASSEMBLIES
AE025 LIFE SAFETY � FIRE RATED ASSEMBLIES

CD000 OVERALL DEMOLITION PLAN
CD001 ENLARGED DEMOLITION PLAN
CD002 ENLARGED DEMOLITION PLAN
CS100 OVERALL SITE PLAN � BASE BID
CS101 ENLARED SITE PLAN � BASE BID
CS102 ENLARED SITE PLAN � BASE BID
CS103 ENLARED SITE PLAN � BASE BID
CS104 ENLARED SITE PLAN � BASE BID
CS105 OVERALL ADA ACCESSIBLE ROUTES � BASE BID
CS100a OVERALL SITE PLAN � BID ALT. 1
CS101a ENLARED SITE PLAN � BID ALT. 1
CS102a ENLARED SITE PLAN � BID ALT. 1
CS103a ENLARED SITE PLAN � BID ALT. 1
CS104a ENLARED SITE PLAN � BID ALT. 1
CS105a OVERALL ADA ACCESSIBLE ROUTES � BID ALT. 1
CG200 OVERALL GRADING PLAN � BASE BID
CG201 ENLARGED GRADING PLAN � BASE BID
CG202 ENLARGED GRADING PLAN � BASE BID
CG203 ENLARGED GRADING PLAN � BASE BID
CG204 ENLARGED GRADING PLAN � BASE BID
CG200a OVERALL GRADING PLAN � BID ALT. 1
CG201a ENLARGED GRADING PLAN � BID ALT. 1
CG202a ENLARGED GRADING PLAN � BID ALT. 1
CG203a ENLARGED GRADING PLAN � BID ALT. 1
CG204a ENLARGED GRADING PLAN � BID ALT. 1
CU300 OVERALL UTILITY PLAN � BASE BID
CU301 ENLARGED UTILITY PLAN � BASE BID
CU302 ENLARGED UTILITY PLAN � BASE BID
CU300a OVERALL UTILITY PLAN � BID ALT. 1
CU301a ENLARGED UTILITY PLAN � BID ALT. 1
CU302a ENLARGED UTILITY PLAN � BID ALT. 1
CS401 DETAILS
CS402 DETAILS
CS403 DETAILS
CW600 STORM WATER POLLUTION PREVENTION PLAN

LD101 IRRIGATION DEMOLITION PLAN
LI101 IRRIGATION PLAN
LI101A IRRIGATION PLAN � BID ALTERNATES
LI102 IRRIGATION PLAN
LI501 IRRIGATION DETAILS
LI502 IRRIGATION DETAILS
LP101 LANDSCAPE PLAN � AREA A
LP101A LANDSCAPE PLAN � AREA A BID ALTERNATE 1
LP102 LANDSCAPE PLAN � AREA B
LP401 SHRUB PLANTING PLAN
LP401A SHRUB PLANTING PLAN ALTERNATE 1&4
LP402 SHRUB PLANTING PLAN
LP402A SHRUB PLANTING PLAN ALTERNATE 1
LP403 SHRUB PLANTING PLAN
LP404 SHRUB PLANTING PLAN
LP501 PLANTING DETAILS

SG001 GENERAL STRUCTURAL NOTES
SG002 GENERAL STRUCTURAL NOTES
SB100 OVERALL FOOTING & FNDTN PLAN
SB100A FOOTING & FOUNDATION PLAN � NORTH
SB100B FOOTING & FOUNDATION PLAN � SOUTH
SB100C FOOTING & FOUNDATION PLAN � WEST
SB101C FOOTING & FOUNDATION PLAN � WEST
SB111 FOOTING & FDTN PLAN � ALT #1 AND #3
SB501 TYPICAL FOOTING & FDTN DETAILS
SB502 TYPICAL FOOTING & FDTN DETAILS
SB503 FOOTING & FOUNDATION DETAILS
SB504 FOOTING & FOUNDATION DETAILS
SB601 STRUCTURAL SCHEDULE
SB602 STRUCTURAL SCHEDULE
SB110 FOOTING & FDTN PLAN � WEST ALT #1
SF101 OVERALL FIRST FLOOR FRAMING PLAN
SF101A FIRST FLOOR FRAMING PLAN � NORTH
SF101B FIRST FLOOR FRAMING PLAN � SOUTH
SF101C FIRST FLOOR FRAMING PLAN � WEST
SF102 OVERALL SECOND LEVEL FLR FRMG PLAN
SF102A SECOND FLOOR FRAMING PLAN � NORTH
SF102B SECOND FLOOR FRAMING PLAN � SOUTH
SF102C SECOND FLOOR FRAMING PLAN � WEST
SF103 OVERALL THIRD LEVEL FLOOR FRAMING PLAN
SF103A THIRD FLOOR FRAMING PLAN � NORTH
SF103B THIRD FLOOR FRAMING PLAN � SOUTH
SF103C THIRD FLOOR FRAMING PLAN � WEST
SF104A PENTHOUSE FRAMING PLAN � NORTH
SF105 OVERALL ROOF FRAMING PLAN
SF105A ROOF FRAMING PLAN � NORTH
SF105B ROOF FRAMING PLAN � SOUTH
SF105C ROOF FRAMING PLAN � WEST
SF106A HIGH ROOF FRAMING PLAN � NORTH
SF106C HIGH ROOF FRAMING PLAN � WEST
SF107 STORAGE SHED PLANS
SF110 FIRST FLOOR PLAN � WEST ALT #1
SF111 SECOND FLOOR PLAN � WEST ALT #1
SF112 ROOF FRAMING PLAN � WEST ALT #1
SF113 FIRST & SECOND PLAN � SOUTH ALT #3
SF114 THIRD FLOOR & ROOF � SOUTH ALT #3
SF201 MOMENT & BRACED FRAME ELEVATIONS
SF202 CONCRETE SHEAR WALL ELEVATIONS
SF203 CONCRETE SHEAR WALL ELEVATIONS
SF204 CONCRETE SHEAR WALL ELEVATIONS
SF205 CONCRETE SHEAR WALL ELEVATIONS
SF206 CONCRETE SHEAR WALL ELEVATIONS
SF207 STEEL STUD ELEVATIONS
SF212 BRACED FRAME DETAILS
SF221 MOMENT FRAME DETAILS
SF401 ENLARGED STAIR FRAMING PLANS
SF402 ENLARGED FRAMING PLANS
SF501 TYPICAL FLOOR FRAMING DETAILS
SF502 FLOOR FRAMING DETAILS
SF503 FLOOR FRAMING DETAILS
SF504 FLOOR FRAMING DETAILS
SF505 FLOOR FRAMING DETAILS
SF506 FLOOR FRAMING DETAILS
SF507 FLOOR FRAMING DETAILS
SF508 STAIR FRAMING DETAILS
SF511 ROOF FRAMING DETAILS
SF512 ROOF FRAMING DETAILS
SF513 ROOF FRAMING DETAILS
SF514 ROOF FRAMING DETAILS
SF515 ROOF FRAMING DETAILS
SF601 STRUCTURAL SCHEDULE
SF602 STRUCTURAL SCHEDULE
SF603 STRUCTURAL SCHEDULE
SF610 STRUCTURAL SCHEDULE � ALT #1
SF611 STRUCTURAL SCHEDULE � ALT #1
SF621 TYPICAL STEEL STUD DETAILS
SF622 TYPICAL STEEL STUD DETAILS

ARCHITECTURAL

AS100 OVERALL SITE PLAN
AS101 SITE PLAN AREA � A
AS101A ALTERNATE 1 SITE PLAN AREA � A
AS102 SITE PLAN AREA B
AS401 ENLARGED PAVING PLANS
AS401A ENLARGED PAVING PLAN ALTERNATE 1,4
AS402 ENLARGED PAVING PLANS
AS501 SITE DETAILS
AS502 SITE SECTIONS AND ELEVATIONS
AS503 SITE WALL ELEVATIONS
AS504 SITE DETAILS
AS505 SITE DETAILS
AE100Ext. EXT. OVERALL LOWER LEVEL PLAN
AE100S LOWER LEVEL SLAB PLAN
AE100 OVERALL LOWER LEVEL PLAN
AE100A PARTIAL ENLARGED PLAN  A
AE100B PARTIAL ENLARGED PLAN  B
AE100C PARTIAL ENLARGED PLAN C
AE101Ext. EXT. OVERALL FIRST LEVEL PLAN
AE101S FIRST LEVEL SLAB PLAN
AE101 OVERALL FIRST LEVEL PLAN
AE101A PARTIAL ENLARGED PLAN A
AE101B PARTIAL ENLARGED PLAN B
AE101C PARTIAL ENLARGED PLAN C
AE102Ext. EXT. OVERALL SECOND LEVEL PLAN
AE102S SECOND LEVEL SLAB PLAN
AE102 OVERALL SECOND LEVEL PLAN
AE102A PARTIAL ENLARGED PLAN A
AE102B PARTIAL ENLARGED PLAN B
AE102C PARTIAL ENLARGED PLAN C
AE103Ext. EXT. OVERALL THIRD LEVEL PLAN
AE103S THIRD LEVEL SLAB PLAN
AE103 OVERALL THIRD LEVEL PLAN
AE103A PARTIAL ENLARGED PLAN A
AE103B PARTIAL ENLARGED PLAN B
AE103C PARTIAL ENLARGED PLAN C
AE104 PARTIAL ENLARGED PLAN
AE107 OVERALL ROOF PLAN
AE108Ext. EXT. LOWER LEVEL FLOOR PLAN ALT.1
AE108S LOWER LEVEL SLAB PLAN ALTERNATE 1
AE108 OVERALL LOWER LEVEL PLAN ALTERNATE 1
AE109 ENLARGED LOWER LEVEL PLAN ALT. 1
AE110Ext. EXT. FIRST FLOOR PLAN ALTERNATE 1
AE110S FIRST FLOOR SLAB PLAN ALT. 1
AE110 ALTERNATE 3
AE112 ROOF PLAN ALTERNATE 1
AE114 FLOOR PLANS ALTERNATE 3
AE115 FLOOR PLAN ALTERNATE 3
AE115S SLAB PLAN ALTERNATE 3
AE116 ROOF PLAN ALTERNATE 3
AE130 STORAGE SHED
AC100 LOWER FLOOR REFLECTED CEILING PLAN
AC100A PARTIAL ENLARGED RCP
AC100B PARTIAL ENLARGED RCP
AC100C PARTIAL ELARGED RCP
AC101 FIRST FLOOR REFLECTED CEILING PLAN
AC101A PARTIAL ENLARGED RCP
AC101B PARTIAL ENLARGED RCP
AC101C PARTIAL ENLARGED RCP
AC102 SECOND FLOOR REFLECTED CEILING PLAN
AC102A PARTIAL ENLARGED RCP
AC102B PARTIAL ENLARGED RCP
AC102C PARTIAL ENLARGED RCP
AC103 THIRD FLOOR REFLECTED CEILING PLAN
AC103A PARTIAL ENLARGED RCP
AC103B PARTIAL ENLARGED RCP
AC103C PARTIAL ENLARGED RCP
AC104 REFLECTED CEILING PLANS & DETAILS
AC105 CARDIO CANYON RCP & DETAILS
AC106 ALTERNATE 3 RCP
AC108 OVERALL LOWER LEVEL RCP ALTERNATE 1
AC109 LOWER LEVEL RCP ALTERNATE 1
AC110 OVERALL LEVEL 1 RCP ALTERNATE 1
AC111 ENLARGED LEVEL 1 CEILING PLAN  ALT. 1
AF100A LOWER LEVEL FINISH PLAN
AF100B LOWER LEVEL FINISH PLAN
AF101A FIRST LEVEL FINISH PLANS
AF102A SECOND LEVEL FINISH PLANS
AF102B SECOND LEVEL FINISH PLANS
AF103 THIRD LEVEL FINISH PLAN
AF104 LOWER LEVEL FINISH PLAN ALT. 1
AE201 EXTERIOR ELEVATIONS
AE202 EXTERIOR ELEVATIONS
AE203 EXTERIOR ELEVATIONS
AE204 EXTERIOR ELEVATIONS
AE205 EXTERIOR ELEVATIONS
AE206 EXTERIOR ELEVATIONS
AE207 EXTERIOR ELEVATION ALTERNATE 1
AE208 EXTERIOR ELEVATION ALTERNATE 1
AE209 EXTERIOR ELEVATION ALTERNATE 3
AE210 RAINSCREEN PATTERN
AE211 RAINSCREEN PATTERN

INTERIOR ARCHITECTURE

HASTINGS + CHIVETTA
622 Emerson, Suite 200
St. Louis, MO 63141
P:  314.863.5717
F:  314.863.2823

AE301 BUILDING SECTIONS
AE302 BUILDING SECTIONS
AE303 BUILDING SECTIONS � ALTERNATE 1
AE304 BUILDING SECTIONS � ALTERNATE 1
AE311 WALL SECTIONS
AE312 WALL SECTIONS
AE313 WALL SECTIONS
AE314 WALL SECTIONS
AE315 WALL SECTIONS
AE316 WALL SECTIONS ALTERNATE 1
AE317 WALL SECTIONS & DETAILS ALT. 3
AE320 INTERIOR WALL SECTIONS
AE321 INTERIOR WALL SECTIONS
AE322 INTERIOR WALL SECTIONS
AE323 INTERIOR WALL SECTIONS
AE401 ENLARGED PLANS
AE420 VERTICAL CIRCULATION PLANS
AE421 VERTICAL CIRCULATION PLANS
AE422 VERTICAL CIRCULATION PLANS
AE423 EXTERIOR VERTICAL CIRCULATION
AE425 VERTICAL CIRCULATION ALTERNATE 3
AE426 VERTICAL CIRCULATION & DETAILS
AE430 TOILET ROOM ENLARGED PLANS
AE431 TOILET ROOM ENLARGED PLANS
AE432 PARTIAL ENLARGED PLANS
AE433 ENLARGED PLANS ALTERNATE 1
AE440 INTERIOR ELEVATIONS
AE441 INTERIOR ELEVATIONS
AE442 INTERIOR ELEVATIONS
AE443 INTERIOR ELEVATIONS
AE444 INTERIOR ELEVATIONS
AE445 INTERIOR ELEVATIONS
AE446 INTERIOR ELEVATIONS
AE447 INTERIOR ELEVATIONS
AE448 INTERIOR ELEVATIONS
AE449 INTERIOR ELEVATIONS
AE450 INTERIOR ELEVATION ALT.1
AE451 INTERIOR CASEWORK
AE452 INTERIOR CASEWORK
AE453 INTERIOR CASEWORK
AE454 INTERIOR CASEWORK
AE455 INTERIOR ELEVATIONS
AE456 INTERIOR CASEWORK
AE457 CASEWORK DETAILS
AE501 EXTERIOR DETAILS
AE502 EXTERIOR DETAILS
AE503 EXTERIOR DETAILS
AE504 EXTERIOR DETAILS
AE505 EXTERIOR DETAILS
AE510 INTERIOR PLAN DETAILS
AE511 INTERIOR PLAN DETAILS
AE512 INTERIOR SECTION DETAILS
AE513 INTERIOR SECTION DETAILS
AE514 INTERIOR SECTION DETAILS
AE515 INTERIOR SECTION DETAILS
AE521 WINDOW AND DOOR DETAILS
AE522 WINDOW AND DOOR DETAILS
AE523 WINDOW AND DOOR DETAILS
AE524 WINDOW AND DOOR DETAILS
AE525 WINDOW AND DOOR DETAILS
AE530 STAIR SECTIONS
AE531 STAIR SECTIONS
AE532 STAIR & ELEVATOR SECTIONS
AE533 STAIR DETAILS
AE540 CEILING DETAILS
AE550 CASEWORK DETAILS
AE551 CASEWORK DETAILS
AE552 MISC DETAILS
AE601 PARTITION TYPES
AE605 FINISH & COLOR SCHEDULES
AE606 COLOR & MATERIAL LEGEND
AE610 DOOR SCHEDULE & DOOR TYPES
AE611 EXTERIOR DOOR  TYPES AND SCHEDULE
AE615 ALUMINUM FRAME TYPES
AE616 ALUMINUM FRAME TYPES
AE620 WINDOW TYPES
AE621 WINDOW TYPES
AE622 WINDOW TYPES
AE623 WINDOW TYPES
AE624 WINDOW TYPES
AE625 WINDOW TYPES
AE626 WINDOW TYPES
AE627 WINDOW TYPES ALTERNATE 1
AE628 WINDOW TYPES ALTERNATE 1
AE630 WINDOW TYPES ALTERNATE 3
AE631 MECHANICAL LOUVERS
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SCALE:  1/16" = 1'"0"

LOWER LEVEL

STAIR LOAD DIAGRAM

TRUENORTH

N

0 8' " 0" 16' " 0" 32' " 0"

1 APR 15, 2013 DFMC Comments

1 OCCUPANT LOAD SIGN7 REFER TO GEN. NOTE #2

2 STAIRWAY SIGN, REFER TO GEN. NOTE #3

3 RESTROOM SIGN, REFER TO GEN. NOTE #4

4 ELEVATOR EMERGENCY SIGN, REFER TO GEN. NOTE #5

5 ELEVATOR 7 ACCESSIBLE MEANS OF EGRESS

6 ROOF DECK AND SECONDARY STRUCTURE NOT
REQUIRED TO BE PROTECTED WHERE FLOOR IS 20' OR
MORE BELOW BOTTOM OF STRUCTURE (ABOVE
CLIMBING WALL AND 3 COURT GYM ONLY)

7 FLOOR STRUCTURE ABOVE HIGH TEMP MECHANICAL
ROOM SHALL BE 2 HOUR FIRE RATED

8 PENTHOUSE STRUCTURE SHALL BE 1 HOUR FIRE
RATED STRUCTURAL FRAME AND ROOF

KEYNOTES 7 LIFE SAFETY
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EXIT LOAD:

CAPACITY:

170

64

FEC

FEC

FEC

FEC

FE

FEC

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
149 SF

OFFICE

115

100 2

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
127 SF

OFFICE

114

100 2
87 SF

STORAGE

2

3

3

5

STAIR#2

105

185

0

163

STAIR#4

MAX. OCC.
LOAD ENTRY

MAX. OCC.
LOAD EXIT

348

105

185

0

163

STAIR#3

STAIR#5

10

185

MAX. OCC.
LOAD ENTRY

MAX. OCC.
LOAD EXIT

STAIR#6

35

185

0

23

208

MAX. OCC.
LOAD ENTRY

MAX. OCC.
LOAD EXIT

L.L.

L.1

L.2

L.3

ROOF
1 HOUR FIRE BARRIER CONSTRUCTION PER 2009 IBC
SECTION 707.

2 HOUR FIRE BARRIER CONSTRUCTION PER 2009 IBC
SECTION 707.

3 HOUR FIRE BARRIER CONSTRUCTION PER 2009 IBC
SECTION 707.

1 HOUR FIRE RATED BEARING WALL CONSTRUCTION
PER 2009 IBC TABLE 601.

LEGENDGENERAL NOTES & LIFE SAFETY
1. STRUCTURE IS TYPE 2A.  PROVIDE THE FOLLOWING 1 HOUR  UL ASSEMBLIES OR

APPROVED EQUAL:
A. COLUMNS SPRAY FIREPROOFING: Y710 OR Y715
B. EXPOSED COLUMNS INTUMESCENT PAINT: Y616, Y615
C. FLOOR BEAMS& SPRAY FIREPROOFING: N782
D. EXPOSED FLOOR BEAMS & INTUMESCENT PAINT: N634
E. FLOOR & LIGHT WEIGHT CONCRETE ON COMPOSITE DECK : D906
F. FLOOR & LIGHT WEIGHT CONCRETE ON ACOUSTIC DECK:
G. ROOF & SPRAY FIREPROOFING

2. OCCUPANT LOAD SIGNS & PROVIDE VERBAGE:  OCCUPANT LOAD OF SPACE INDICATED

3. STAIRWAY SIGNS & PROVIDE INTERNATIONAL SYMBOL FOR STAIRS AND BRAILLE

4. RESTROOM SIGNS & PROVIDE INTERNATIONAL SYMBOL OF ACCESSIBILITY INDICATING
             MEN, WOMEN, UNISEX WHERE OCCURS AND BRAILLE.

5. ELEVATOR EMERGENCY SIGNS & PROVIDE APPROVED PICTORAL SIGN INSTRUCTING
             OCCUPANTS TO USE THE STAIRWAS AND NOT USE THE ELEVATORS IN CASE OF FIRE.
             VERBAGE:  IN FIRE EMERGENCY, DO NOT USE ELEVATOR.  USE EXIT STAIR.

6. NOT ALL KEYNOTES APPLY TO THIS SHEET

7. REFER TO SHEETS AS100, CS105, CS105a FOR ACCESSIBLE ENTRANCES/EXITS AND FIRE
LANE ROUTES.  REFER TO SHEET CU300 FOR FIRE HYDRANT LOCATIONS

CIRCULATION

FIRE EXTINGUISHER CABINET (DIVISION 10) & FIRE
EXTINGUISHERS BY FIRE ALARM CONTRACTOR
(DIVISION 28).

FEC

FIRE EXTINGUISHER  BY FIRE ALARM CONTRACTOR
(DIVISION 28).

FE

PROTECT AREA BEHIND CLIMBING WALL WITH FIRE
SPRINKLERS PER 803.11.2 FOR SET OUT
CONSTRUCTION.
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PROJ 2010562

BID PACKAGE
MAY 15, 2013

SCALE:  1/16" = 1'&0"

FIRST FLOOR PLAN

STAIR LOAD DIAGRAM

TRUENORTH

N

0 8' & 0" 16' & 0" 32' & 0"

1 APR 15, 2013 DFMC Comments

1 OCCUPANT LOAD SIGN4 REFER TO GEN. NOTE #2

2 STAIRWAY SIGN, REFER TO GEN. NOTE #3

3 RESTROOM SIGN, REFER TO GEN. NOTE #4

4 ELEVATOR EMERGENCY SIGN, REFER TO GEN. NOTE #5

5 ELEVATOR 4 ACCESSIBLE MEANS OF EGRESS

6 ROOF DECK AND SECONDARY STRUCTURE NOT
REQUIRED TO BE PROTECTED WHERE FLOOR IS 20' OR
MORE BELOW BOTTOM OF STRUCTURE (ABOVE
CLIMBING WALL AND 3 COURT GYM ONLY)

7 FLOOR STRUCTURE ABOVE HIGH TEMP MECHANICAL
ROOM SHALL BE 2 HOUR FIRE RATED

8 PENTHOUSE STRUCTURE SHALL BE 1 HOUR FIRE
RATED STRUCTURAL FRAME AND ROOF

KEYNOTES 4 LIFE SAFETY PLANS



DN

UP

DN

UP

DN

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
20,506 SF

3 COURT GYMNASIUM

32

50 411

7733 SF

CIRCULATION

291 SF

REST

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
61 SF

OFFICE

35

100 1

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
1,978 SF

EXERCISE ROOM
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FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
999 SF

EXERCISE ROOM
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FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
791 SF

EXERCISE ROOM
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50 16 FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
222 SF

STORAGE
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300 1

56 SF

REST
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REST

297 SF

STAIR#4

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
113 SF

STORAGE

79

300 1

335 SF

STAIR#2

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
492 SF

STORAGE
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FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
51 SF

JAN
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300 1

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
605 SF

EXCERCISE

85

50 13

287 SF

STAIR#5

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
100 SF

ELE.
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300 1

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
92 SF

DATA

90

300 1

294 SF

STAIR#3 1301 SF

OPEN TO BELOW

1655 SF

OPEN TO BELOW

222 SF

STAIR#6

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
195 SF

STORAGE
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300 1

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
212 SF

SEATING
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15 14
FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
376 SF

SEATING

137

15 26

FACTOR: OCCUPANT LOAD:
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249 SF

SEATING
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15 17
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1,398 SF

EXERCISE ROOM
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FACTOR: OCCUPANT LOAD:
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89 SF

OFFICE
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100 1

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
90 SF

OFFICE
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100 1

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
100 SF

OFFICE

201

100 2

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
40 SF

SEATING
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15 3

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
124 SF

OFFICE

203

100 2

EXIT LOAD:

CAPACITY:

167
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EXIT LOAD:

CAPACITY:
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28
EXIT LOAD:

CAPACITY:
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EXIT LOAD:

CAPACITY:
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170
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CAPACITY:
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N/A
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EXIT LOAD:
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155 SF

OPEN TO BELOW

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
61 SF

OFFICE
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100 1
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1

1

1

1
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3

3
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0
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MAX. OCC.
LOAD ENTRY

MAX. OCC.
LOAD EXIT

348
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STAIR#3

STAIR#5
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MAX. OCC.
LOAD ENTRY

MAX. OCC.
LOAD EXIT

STAIR#6

35

185

0
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208

MAX. OCC.
LOAD ENTRY

MAX. OCC.
LOAD EXIT

L.L.

L.1

L.2

L.3

ROOF
1 HOUR FIRE BARRIER CONSTRUCTION PER 2009 IBC
SECTION 707.

2 HOUR FIRE BARRIER CONSTRUCTION PER 2009 IBC
SECTION 707.

3 HOUR FIRE BARRIER CONSTRUCTION PER 2009 IBC
SECTION 707.

1 HOUR FIRE RATED BEARING WALL CONSTRUCTION
PER 2009 IBC TABLE 601.

LEGENDGENERAL NOTES & LIFE SAFETY
1. STRUCTURE IS TYPE 2A.  PROVIDE THE FOLLOWING 1 HOUR  UL ASSEMBLIES OR

APPROVED EQUAL:
A. COLUMNS SPRAY FIREPROOFING: Y710 OR Y715
B. EXPOSED COLUMNS INTUMESCENT PAINT: Y616, Y615
C. FLOOR BEAMS& SPRAY FIREPROOFING: N782
D. EXPOSED FLOOR BEAMS & INTUMESCENT PAINT: N634
E. FLOOR & LIGHT WEIGHT CONCRETE ON COMPOSITE DECK : D906
F. FLOOR & LIGHT WEIGHT CONCRETE ON ACOUSTIC DECK:
G. ROOF & SPRAY FIREPROOFING

2. OCCUPANT LOAD SIGNS & PROVIDE VERBAGE:  OCCUPANT LOAD OF SPACE INDICATED

3. STAIRWAY SIGNS & PROVIDE INTERNATIONAL SYMBOL FOR STAIRS AND BRAILLE

4. RESTROOM SIGNS & PROVIDE INTERNATIONAL SYMBOL OF ACCESSIBILITY INDICATING
             MEN, WOMEN, UNISEX WHERE OCCURS AND BRAILLE.

5. ELEVATOR EMERGENCY SIGNS & PROVIDE APPROVED PICTORAL SIGN INSTRUCTING
             OCCUPANTS TO USE THE STAIRWAS AND NOT USE THE ELEVATORS IN CASE OF FIRE.
             VERBAGE:  IN FIRE EMERGENCY, DO NOT USE ELEVATOR.  USE EXIT STAIR.

6. NOT ALL KEYNOTES APPLY TO THIS SHEET

7. REFER TO SHEETS AS100, CS105, CS105a FOR ACCESSIBLE ENTRANCES/EXITS AND FIRE
LANE ROUTES.  REFER TO SHEET CU300 FOR FIRE HYDRANT LOCATIONS

CIRCULATION

FIRE EXTINGUISHER CABINET (DIVISION 10) & FIRE
EXTINGUISHERS BY FIRE ALARM CONTRACTOR
(DIVISION 28).

FEC

FIRE EXTINGUISHER  BY FIRE ALARM CONTRACTOR
(DIVISION 28).

FE

PROTECT AREA BEHIND CLIMBING WALL WITH FIRE
SPRINKLERS PER 803.11.2 FOR SET OUT
CONSTRUCTION.

SHEET NUMBER

1

A

B B

C

D

E

A

C

D

E

2 3 4 5

1 2 3 4 5

ISSUED:

MHTN PROJECT NO.

SEAL

DRAWN BY: CHECKED BY:

SHEET NAME

DESCRIPTIONDATENO.

CONTRACTOR TO VERIFY DRAWINGS IN FIELD USE REFLECT LAST
REVISION DATE.

DESCRIPTIONDATENO.

MHTN Architects, Inc.
420 East South Temple
Suite 100
Salt Lake City, Utah 84111
Telephone (801) 59546700
Telefax (801) 59546717
www.mhtn.com

622 Emerson, Suite 200
St. Louis, MO 63141
Tel. 314.863.5717
Fax. 314.863.2823
www.hastingschivetta.com

BUILDING OFFICIAL STAMP

5
/1

4
/2

0
1
3
 3

:3
3
:1

2
 P

M

1
8
3
6
 E

. 
B

A
L
L
IF

 R
O

A
D

S
A

L
T

 L
A

K
E

 C
IT

Y
, 
U

T
A

H
 8

4
1
1
2

C
:\
U

s
e
rs

\r
u
im

\D
o
c
u
m

e
n
ts

\A
1
2
42

0
1
0
5
6
2
_
U

o
fU

_
S

tu
d
e
n
tL

if
e
C

e
n
te

r_
C

e
n
tr

a
l_

ru
im

.r
v
t

LIFE SAFETY
PLAN 4 SECOND
FLOOR

AE012

S
T

U
D

E
N

T
 L

IF
E

 C
E

N
T

E
R

U
N

IV
E

R
S

IT
Y

 O
F

 U
T

A
H

Author Checker

PROJ 2010562

BID PACKAGE
MAY 15, 2013

SCALE:  1/16" = 1'&0"

SECOND FLOOR PLAN

STAIR LOAD DIAGRAM

TRUENORTH

N

0 8' & 0" 16' & 0" 32' & 0"

1 APR 15, 2013 DFMC Comments

1 OCCUPANT LOAD SIGN4 REFER TO GEN. NOTE #2

2 STAIRWAY SIGN, REFER TO GEN. NOTE #3

3 RESTROOM SIGN, REFER TO GEN. NOTE #4

4 ELEVATOR EMERGENCY SIGN, REFER TO GEN. NOTE #5

5 ELEVATOR 4 ACCESSIBLE MEANS OF EGRESS

6 ROOF DECK AND SECONDARY STRUCTURE NOT
REQUIRED TO BE PROTECTED WHERE FLOOR IS 20' OR
MORE BELOW BOTTOM OF STRUCTURE (ABOVE
CLIMBING WALL AND 3 COURT GYM ONLY)

7 FLOOR STRUCTURE ABOVE HIGH TEMP MECHANICAL
ROOM SHALL BE 2 HOUR FIRE RATED

8 PENTHOUSE STRUCTURE SHALL BE 1 HOUR FIRE
RATED STRUCTURAL FRAME AND ROOF

KEYNOTES 4 LIFE SAFETY PLAN



DN

DN

DN

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
313 SF

OFFICE

44

100 4

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
3,235 SF

EXERCISE

46

50 65

1634 SF

OPEN TO BELOW

1327 SF

OPEN TO BELOW

1016 SF

OPEN TO BELOW

299 SF

STAIR#4

292 SF

STAIR#3

16371 SF

OPEN TO BELOW

222 SF

STAIR#6

58 SF

REST

63 SF

REST

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
74 SF

DATA

63

300 1

8654 SF

OPEN TO BELOW

287 SF

STAIR#5

457 SF

OPEN TO BELOW 2034 SF

OPEN TO BELOW

336 SF

STAIR#2

645 SF

STAIR

1241 SF

CIRCULATION

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
1,343 SF

TERRACE
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15 90

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
8,987 SF

TRACK
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FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
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FACTOR: OCCUPANT LOAD:
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74 SF
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300 1

FACTOR: OCCUPANT LOAD:
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444 SF
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50 9

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
133 SF

JAN
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300 1

1907 SF

OPEN TO BELOW

FACTOR: OCCUPANT LOAD:
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43 SF

JAN
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300 1
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CIRCULATION

FACTOR: OCCUPANT LOAD:
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113 SF

OFFICE
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100 2
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112 SF

OFFICE
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100 2
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OFFICE
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100 2

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
108 SF

OFFICE
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100 2
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OFFICE
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100 2
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OFFICE
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100 2
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519 SF
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15 27

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
167 SF

OFFICE

213

100 6
FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
201 SF

BREAK

214

100 8
FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
174 SF

WORKING ROOM

215

100 3

FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
65 SF

SEATING
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15 4

EXIT LOAD:
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EXIT LOAD:

CAPACITY:

167

105

EXIT LOAD:

CAPACITY:
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105

1311 SF
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508 SF
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EXIT LOAD:
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35EXIT LOAD:
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35

EXIT LOAD:
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FEC
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FE
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FEC

FEC

FEC 1

1

1
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2
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FACTOR: OCCUPANT LOAD:

AREA:ROOM NO:
125 SF

STORAGE
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300 1

3

3

3

5
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6
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0

163
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LOAD ENTRY

MAX. OCC.
LOAD EXIT

348

105

185

0

163

STAIR#3

STAIR#5
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185

MAX. OCC.
LOAD ENTRY

MAX. OCC.
LOAD EXIT

STAIR#6

35

185

0

23

208

MAX. OCC.
LOAD ENTRY

MAX. OCC.
LOAD EXIT

L.L.

L.1

L.2

L.3

ROOF

1 HOUR FIRE BARRIER CONSTRUCTION PER 2009 IBC
SECTION 707.

2 HOUR FIRE BARRIER CONSTRUCTION PER 2009 IBC
SECTION 707.

3 HOUR FIRE BARRIER CONSTRUCTION PER 2009 IBC
SECTION 707.

1 HOUR FIRE RATED BEARING WALL CONSTRUCTION
PER 2009 IBC TABLE 601.

LEGENDGENERAL NOTES % LIFE SAFETY
1. STRUCTURE IS TYPE 2A.  PROVIDE THE FOLLOWING 1 HOUR  UL ASSEMBLIES OR

APPROVED EQUAL:
A. COLUMNS SPRAY FIREPROOFING: Y710 OR Y715
B. EXPOSED COLUMNS INTUMESCENT PAINT: Y616, Y615
C. FLOOR BEAMS% SPRAY FIREPROOFING: N782
D. EXPOSED FLOOR BEAMS % INTUMESCENT PAINT: N634
E. FLOOR % LIGHT WEIGHT CONCRETE ON COMPOSITE DECK : D906
F. FLOOR % LIGHT WEIGHT CONCRETE ON ACOUSTIC DECK:
G. ROOF % SPRAY FIREPROOFING

2. OCCUPANT LOAD SIGNS % PROVIDE VERBAGE:  OCCUPANT LOAD OF SPACE INDICATED

3. STAIRWAY SIGNS % PROVIDE INTERNATIONAL SYMBOL FOR STAIRS AND BRAILLE

4. RESTROOM SIGNS % PROVIDE INTERNATIONAL SYMBOL OF ACCESSIBILITY INDICATING
             MEN, WOMEN, UNISEX WHERE OCCURS AND BRAILLE.

5. ELEVATOR EMERGENCY SIGNS % PROVIDE APPROVED PICTORAL SIGN INSTRUCTING
             OCCUPANTS TO USE THE STAIRWAS AND NOT USE THE ELEVATORS IN CASE OF FIRE.
             VERBAGE:  IN FIRE EMERGENCY, DO NOT USE ELEVATOR.  USE EXIT STAIR.

6. NOT ALL KEYNOTES APPLY TO THIS SHEET

7. REFER TO SHEETS AS100, CS105, CS105a FOR ACCESSIBLE ENTRANCES/EXITS AND FIRE
LANE ROUTES.  REFER TO SHEET CU300 FOR FIRE HYDRANT LOCATIONS

CIRCULATION

FIRE EXTINGUISHER CABINET (DIVISION 10) % FIRE
EXTINGUISHERS BY FIRE ALARM CONTRACTOR
(DIVISION 28).

FEC

FIRE EXTINGUISHER  BY FIRE ALARM CONTRACTOR
(DIVISION 28).

FE

PROTECT AREA BEHIND CLIMBING WALL WITH FIRE
SPRINKLERS PER 803.11.2 FOR SET OUT
CONSTRUCTION.
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PROJ 2010562

BID PACKAGE
MAY 15, 2013

SCALE:  1/16" = 1'%0"

LEVEL 3

STAIR LOAD DIAGRAM

TRUENORTH

N

0 8' % 0" 16' % 0" 32' % 0"

1 APR 15, 2013 DFMC Comments

1 OCCUPANT LOAD SIGN4 REFER TO GEN. NOTE #2

2 STAIRWAY SIGN, REFER TO GEN. NOTE #3

3 RESTROOM SIGN, REFER TO GEN. NOTE #4

4 ELEVATOR EMERGENCY SIGN, REFER TO GEN. NOTE #5

5 ELEVATOR 4 ACCESSIBLE MEANS OF EGRESS

6 ROOF DECK AND SECONDARY STRUCTURE NOT
REQUIRED TO BE PROTECTED WHERE FLOOR IS 20' OR
MORE BELOW BOTTOM OF STRUCTURE (ABOVE
CLIMBING WALL AND 3 COURT GYM ONLY)

7 FLOOR STRUCTURE ABOVE HIGH TEMP MECHANICAL
ROOM SHALL BE 2 HOUR FIRE RATED

8 PENTHOUSE STRUCTURE SHALL BE 1 HOUR FIRE
RATED STRUCTURAL FRAME AND ROOF

KEYNOTES 4 LIFE SAFETY PLAN
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A. COLUMNS SPRAY FIREPROOFING: Y710 OR Y715
B. EXPOSED COLUMNS INTUMESCENT PAINT: Y616, Y615
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SCALE:  1/16" = 1'%0"

PENTHOUSE

SCALE:  1/16" = 1'%0"
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STAIR LOAD DIAGRAM
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0 8' % 0" 16' % 0" 32' % 0"
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1 APR 15, 2013 DFMC Comments

1 OCCUPANT LOAD SIGN4 REFER TO GEN. NOTE #2

2 STAIRWAY SIGN, REFER TO GEN. NOTE #3

3 RESTROOM SIGN, REFER TO GEN. NOTE #4

4 ELEVATOR EMERGENCY SIGN, REFER TO GEN. NOTE #5

5 ELEVATOR 4 ACCESSIBLE MEANS OF EGRESS

6 ROOF DECK AND SECONDARY STRUCTURE NOT
REQUIRED TO BE PROTECTED WHERE FLOOR IS 20' OR
MORE BELOW BOTTOM OF STRUCTURE (ABOVE
CLIMBING WALL AND 3 COURT GYM ONLY)

7 FLOOR STRUCTURE ABOVE HIGH TEMP MECHANICAL
ROOM SHALL BE 2 HOUR FIRE RATED

8 PENTHOUSE STRUCTURE SHALL BE 1 HOUR FIRE
RATED STRUCTURAL FRAME AND ROOF
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SECTION 707.
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SECTION 707.
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SECTION 707.

1 HOUR FIRE RATED BEARING WALL CONSTRUCTION
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LEGENDGENERAL NOTES & LIFE SAFETY
1. STRUCTURE IS TYPE 2A.  PROVIDE THE FOLLOWING 1 HOUR  UL ASSEMBLIES OR

APPROVED EQUAL:
A. COLUMNS SPRAY FIREPROOFING: Y710 OR Y715
B. EXPOSED COLUMNS INTUMESCENT PAINT: Y616, Y615
C. FLOOR BEAMS& SPRAY FIREPROOFING: N782
D. EXPOSED FLOOR BEAMS & INTUMESCENT PAINT: N634
E. FLOOR & LIGHT WEIGHT CONCRETE ON COMPOSITE DECK : D906
F. FLOOR & LIGHT WEIGHT CONCRETE ON ACOUSTIC DECK:
G. ROOF & SPRAY FIREPROOFING

2. OCCUPANT LOAD SIGNS & PROVIDE VERBAGE:  OCCUPANT LOAD OF SPACE INDICATED

3. STAIRWAY SIGNS & PROVIDE INTERNATIONAL SYMBOL FOR STAIRS AND BRAILLE

4. RESTROOM SIGNS & PROVIDE INTERNATIONAL SYMBOL OF ACCESSIBILITY INDICATING
             MEN, WOMEN, UNISEX WHERE OCCURS AND BRAILLE.

5. ELEVATOR EMERGENCY SIGNS & PROVIDE APPROVED PICTORAL SIGN INSTRUCTING
             OCCUPANTS TO USE THE STAIRWAS AND NOT USE THE ELEVATORS IN CASE OF FIRE.
             VERBAGE:  IN FIRE EMERGENCY, DO NOT USE ELEVATOR.  USE EXIT STAIR.

6. NOT ALL KEYNOTES APPLY TO THIS SHEET

7. REFER TO SHEETS AS100, CS105, CS105a FOR ACCESSIBLE ENTRANCES/EXITS AND FIRE
LANE ROUTES.  REFER TO SHEET CU300 FOR FIRE HYDRANT LOCATIONS

CIRCULATION
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EXTINGUISHERS BY FIRE ALARM CONTRACTOR
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FIRE EXTINGUISHER  BY FIRE ALARM CONTRACTOR
(DIVISION 28).
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1 APR 15, 2013 DFMC Comments

SCALE:  1/16" = 1'&0"

L. LEVEL
TRUENORTH

N

0 8' & 0" 16' & 0" 32' & 0"

STAIR LOAD DIAGRAM ALTERNATE

1 OCCUPANT LOAD SIGN6 REFER TO GEN. NOTE #2

2 STAIRWAY SIGN, REFER TO GEN. NOTE #3

3 RESTROOM SIGN, REFER TO GEN. NOTE #4

4 ELEVATOR EMERGENCY SIGN, REFER TO GEN. NOTE #5

5 ELEVATOR 6 ACCESSIBLE MEANS OF EGRESS

6 ROOF DECK AND SECONDARY STRUCTURE NOT
REQUIRED TO BE PROTECTED WHERE FLOOR IS 20' OR
MORE BELOW BOTTOM OF STRUCTURE (ABOVE
CLIMBING WALL AND 3 COURT GYM ONLY)

7 FLOOR STRUCTURE ABOVE HIGH TEMP MECHANICAL
ROOM SHALL BE 2 HOUR FIRE RATED

8 PENTHOUSE STRUCTURE SHALL BE 1 HOUR FIRE
RATED STRUCTURAL FRAME AND ROOF

KEYNOTES 6 LIFE SAFETY PLAN
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1 HOUR FIRE BARRIER CONSTRUCTION PER 2009 IBC
SECTION 707.

2 HOUR FIRE BARRIER CONSTRUCTION PER 2009 IBC
SECTION 707.

3 HOUR FIRE BARRIER CONSTRUCTION PER 2009 IBC
SECTION 707.

1 HOUR FIRE RATED BEARING WALL CONSTRUCTION
PER 2009 IBC TABLE 601.

LEGENDGENERAL NOTES   LIFE SAFETY
1. STRUCTURE IS TYPE 2A.  PROVIDE THE FOLLOWING 1 HOUR  UL ASSEMBLIES OR

APPROVED EQUAL:
A. COLUMNS SPRAY FIREPROOFING: Y710 OR Y715
B. EXPOSED COLUMNS INTUMESCENT PAINT: Y616, Y615
C. FLOOR BEAMS  SPRAY FIREPROOFING: N782
D. EXPOSED FLOOR BEAMS   INTUMESCENT PAINT: N634
E. FLOOR   LIGHT WEIGHT CONCRETE ON COMPOSITE DECK : D906
F. FLOOR   LIGHT WEIGHT CONCRETE ON ACOUSTIC DECK:
G. ROOF   SPRAY FIREPROOFING

2. OCCUPANT LOAD SIGNS   PROVIDE VERBAGE:  OCCUPANT LOAD OF SPACE INDICATED

3. STAIRWAY SIGNS   PROVIDE INTERNATIONAL SYMBOL FOR STAIRS AND BRAILLE

4. RESTROOM SIGNS   PROVIDE INTERNATIONAL SYMBOL OF ACCESSIBILITY INDICATING
             MEN, WOMEN, UNISEX WHERE OCCURS AND BRAILLE.

5. ELEVATOR EMERGENCY SIGNS   PROVIDE APPROVED PICTORAL SIGN INSTRUCTING
             OCCUPANTS TO USE THE STAIRWAS AND NOT USE THE ELEVATORS IN CASE OF FIRE.
             VERBAGE:  IN FIRE EMERGENCY, DO NOT USE ELEVATOR.  USE EXIT STAIR.

6. NOT ALL KEYNOTES APPLY TO THIS SHEET

7. REFER TO SHEETS AS100, CS105, CS105a FOR ACCESSIBLE ENTRANCES/EXITS AND FIRE
LANE ROUTES.  REFER TO SHEET CU300 FOR FIRE HYDRANT LOCATIONS

CIRCULATION

FIRE EXTINGUISHER CABINET (DIVISION 10)   FIRE
EXTINGUISHERS BY FIRE ALARM CONTRACTOR
(DIVISION 28).

FEC

FIRE EXTINGUISHER  BY FIRE ALARM CONTRACTOR
(DIVISION 28).

FE

PROTECT AREA BEHIND CLIMBING WALL WITH FIRE
SPRINKLERS PER 803.11.2 FOR SET OUT
CONSTRUCTION.
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4 ELEVATOR EMERGENCY SIGN, REFER TO GEN. NOTE #5
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6 ROOF DECK AND SECONDARY STRUCTURE NOT
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RATED STRUCTURAL FRAME AND ROOF
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SCALE:SB101C  1/8" = 1'-0"

C3 MECHANICAL TUNNEL FLOOR PLAN - WEST
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SCALE:SB110  1/8" = 1'-0"

A2 FOOTING & FOUNDATION PLAN - WEST ALT #1
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SCALE:SB111  1/8" = 1'-0"

A1 FOOTING & FOUNDATION PLAN - SOUTH ALTERNATE #3
0' 4'-0" 8'-0" 16'-0"

1/8" =1'-0''

SCALE:SB111  1/8" = 1'-0"

D3 POOL EQUIPMENT FOOTING & FOUNDATION PLAN - WEST ALT #1

SCALE:SB111  1/8" = 1'-0"

D1 POOL EQUIPMENT FLOOR PLAN - WEST ALT #1
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PROJ 2010562

BID DOCUMENTS
May 15, 2013

NO SCALESB501

C1 TYPICAL CONCRETE SLAB ON GRADE DETAILS

NO SCALESB501

A2 TYPICAL CONCRETE SLAB ON GRADE PROFILE

NO SCALESB501

A4 TYPICAL STEP DETAIL AT MAT FOOTING

NO SCALESB501

C3 TYPICAL HOUSEKEEPING PAD & CURB DETAILS

NO SCALESB501

C5

TYPICAL REINFORCED CONTROL JOINTS IN
CONCRETE SLAB ON GRADE

NO SCALESB501

A1 TYPICAL COMPACTED STRUCTURAL FILL DETAIL

NO SCALESB501

A3 TYPICAL STEP DETAIL AT CONTINUOUS FOOTING

NO SCALESB501

B1 TYPICAL CONCRETE WALL CONNECTION TO CONCRETE FOOTING

NO SCALESB501

B3 TYPICAL STEEL COLUMN CONNECTION TO CONCRETE FOOTING/CONCRETE PIER

NO SCALESB501

D4 TYPICAL CONCRETE SLAB ON GRADE TO EXTERIOR CONCRETE FOUNDATION WALL

NO SCALESB501

D1 TYPICAL CONCRETE WALL INTERSECTIONS AND ENDS (PLAN VIEWS)



MW1MFW06

CONC SLAB
ON GRADE

HORIZ MASONRY
WALL REINF

MASONRY WALL

CONC THICKENED
SLAB FOOTING

VERT MASONRY
WALL REINF

DOWELS TO MATCH
VERT MASONRY
WALL REINF

HORIZ MASONRY
WALL REINF

MW1MFW10

CONC SLAB
ON GRADE

DOWELS TO MATCH
VERT MASONRY
WALL REINF

VERT MASONRY
WALL REINF

MASONRY WALL

HORIZ MASONRY
WALL REINF

CONC THICKENED
SLAB FOOTING

HORIZ MASONRY
WALL REINF

EPOXY DOWEL INTO DRILLED
HOLE W/ DIA 1/8" LARGER
THAN BAR EPOXY SHALL BE
"EPCON INJECTION SYSTEM"
BY RAMSET /  REDHEAD OR
"ANCHOR IT" BY ADHESIVE
TECHNOLOGY CORP BLOW
HOLES CLEAN WITH OIL FREE
COMPRESSED AIR, FOLLOW
MANUFACTURER'S
RECOMMENDATIONS

8"

ALTERNATE

FOR NON-BRG WALLS
PROVIDE MIN REINF.
PER GSN

FOR NON-BRG WALLS
PROVIDE MIN REINF.
PER GSN

CONTINUOUS HORIZONTAL REINFORCING TYPICAL
AT ROOF, FLOOR AND JOIST & DECK BEARING

STOP HORIZONTAL REINFORCING TYPICAL
AT HORIZ. BOND BEAM & JOINT REINF.

2 VERT BARS TO
MATCH VERT
WALL REINF EA
SIDE OF JOINT

CAULK JOINT
AT EXTERIOR

2 VERT BARS TO
MATCH VERT
WALL REINF EA
SIDE OF JOINT

CAULK JOINT
AT EXTERIOR

CONT VERTICAL
CONTROL JOINT

RAKE JOINT AT
INTERIOR

CONT VERTICAL
CONTROL JOINT

RAKE JOINT
AT INTERIOR

CF-TYP06

PLAN VIEWSECTION

MASONRY WALL

1-#5 HORIZ BELOW
RECESS. EXTEND
2'-0" BEYOND EDGE
OF RECESS

RECESS IN WALL

REINF OVER RECESS
SHALL BE THE SAME AS A
MASONRY LINTEL OVER
AN OPENING OF EQUAL
WIDTH. SEE MASONRY
LINTEL SCHEDULE

1-#5 VERT FULL
HEIGHT OF WALL
EACH SIDE OF
RECESS

CF-TYP07

MW1CFW01

EXTERIOR SLAB
OR GRADE

DOWELS TO MATCH
VERT CONC FDTN
WALL REINF

CONT REINF
TOP & BOT

VERT MASONRY
WALL REINF

MASONRY WALL

CONC FDTN WALL

HORIZ CONC
FDTN WALL REINF

CONC FOOTING

DOWELS TO MATCH
VERT MASONRY
WALL REINF

CONC SLAB ON GRADE

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

MW1CFW02

EXTERIOR SLAB
OR GRADE

DOWELS TO MATCH VERT
COLUMN REINF ABV

CONC PIER IN FDTN WALL
VERT REINF TO MATCH
MASONRY COLUMN ABOVE
W/ #3 TIES @ 8" O.C.

MASONRY COLUMN

DOWELS TO MATCH
VERT MASONRY
COLUMN REINF

CONC FOOTING

HORIZ WALL REINF

CONC SLAB
ON GRADE

VERT MASONRY
COLUMN REINF

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

MW3CFW13

#4 x 4'-0" @ 12" O.C.

#4 CONT HORIZ

CONC FDTN WALL

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

CONT REINF
TOP & BOT

DOWELS TO MATCH
VERT CONC FDTN
WALL REINF

HORIZ CONC FDTN
WALL REINF

CONC SLAB
ON GRADE

CONC FOOTING W/ #5@
12"O.C. E.W. TOP &
BOTTOM

MW4CFW06

1-#5 CONT HORIZ

DOWELS TO MATCH VERT
MASONRY WALL REINF,
LAP ABOVE FLOOR

CONC SLAB
ON GRADE

CONC FOOTING

MASONRY WALL

VERT MASONRY
WALL REINF

HORIZ MASONRY
WALL REINF

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

MW4CFW07

CONC FOOTING

MASONRY COLUMN

1-#5 CONT HORIZ

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

DOWELS TO MATCH VERT
MASONRY WALL REINF,
LAP ABOVE FLOOR

CONC SLAB
ON GRADE

VERT MASONRY
WALL REINF

HORIZ MASONRY
WALL REINF

CF-TYP13

REINFORCING
PER MASONRY
LINTEL SCHED

FOR OPENINGS LESS THAN
3'-0" IN WIDTH USE 1-#5 @
8" OR 10" WALLS 2-#5 @ 12"
WALLS UNO FLOOR TO
FLOOR OR FLOOR TO ROOF

1-#5 @ 8" OR 10" WALLS
2-#5 @ 12" WALLS48 BAR

DIA MIN

FLOOR

WALL OPENING
OR RECESS

FOR OPENINGS
GREATER THAN 3'-0"
BUT LESS THAN 6'-1" IN
WIDTH USE MC-1 UNO

FLOOR
OR ROOF

8 3/4" 

6"

L4x4x1/4 x 4" LONG
W/1-3/4"  EXPANSION∅

ANCHOR AT EACH
STRINGER

CONCRETE SLAB
ON GRADE

STEEL CHANNEL STAIR STRINGER

CONCRETE THICKENED
SLAB FOOTING

1/4" THICK STEEL
CLOSURE PLATE

3/16
TYP

3/16
TYP

SUMP-04

ELEVATOR PIT
MAT FOOTING

4-#4 "U" BARS
@ 10" O.C.

3-#4 TIES @ 10" O.C.

L2x2x3/16 W/5/8" DIA. x
4" LONG HSA 1-EACH
END (2-SIDES)

STEEL GRATE

ELEVATOR PIT
CONC FDTN WALL

INTENTIONALLY
ROUGHEN
SURFACE TO 1/4"
AMPLITUDE

L3x2x1/4 (LSV) W/ 1/2"
DIA. HILTI KWIK BOLT III
ANCHOR W/ 4.3/4"
EMBEDMENT 1-EACH
END (2-SIDES)

6"

6"6"

CONC SLAB
ON GRADE

HORIZ MASONRY
WALL REINF

MASONRY WALL

CONC THICKENED
SLAB FOOTING

VERT MASONRY
WALL REINF

DOWELS TO MATCH
VERT MASONRY
WALL REINF

HORIZ MASONRY
WALL REINF

GRATE

 TRENCH DRAIN

8"

ADD'L 6-#4 CONT

#4 @ 16" O.C.

CONC SLAB
ON GRADE

HORIZ MASONRY
WALL REINF

MASONRY WALL

CONC THICKENED
SLAB FOOTING

VERT MASONRY
WALL REINF

DOWELS TO MATCH
VERT MASONRY
WALL REINF

HORIZ MASONRY
WALL REINF

PRE-FAB TRENCH
DRAIN INSERT, SEE
MECHANICAL

MECH

SEE

M
E

C
H

S
E

E

3"

5"
 M

IN

5" MIN

ALTERNATE PRE-FAB TRENCH DRAIN

8"

ADD'L 6-#4 CONT

#4 @ 16" O.C.

M
E

C
H

S
E

E

3" 1"

5" MIN

ARCH

SEE

L2x2x1/4 CONT W/ 1/2"Ø
x 5" HSA @ 18" O.C.

5"
 M

IN

 TRENCH DRAIN ALTERNATE PRE-FAB TRENCH DRAIN

CONC SLAB
ON GRADE

HORIZ MASONRY
WALL REINF

MASONRY WALL

CONC
FOOTING

DOWELS TO MATCH
VERT MASONRY
WALL REINF

GRATE

ADD'L 6-#4 CONT

#4 @ 16" O.C.

CONC SLAB
ON GRADE

HORIZ MASONRY
WALL REINF

MASONRY WALL
DOWELS TO MATCH
VERT MASONRY
WALL REINF

PRE-FAB TRENCH
DRAIN INSERT, SEE
MECHANICAL

MECH

SEE

M
E

C
H

S
E

E

3"

5" MIN

#4 @ 16" O.C.

M
E

C
H

S
E

E

3" 1"

5" MIN

ARCH

SEE

L2x2x1/4 CONT W/ 1/2"Ø
x 5" HSA @ 18" O.C.

CONC
FOOTING

ADD'L 6-#4 CONT

5"
 M

IN

5"
 M

IN

CONCRETE PIER

CONCRETE WALL
#4 DOWEL W/ STD HOOK
EA END @ 18" O.C.

NOTE: IF HORIZ WALL
REINF PASSES INSIDE OF
PIER VERTS, DOWELS
ARE NOT REQ'D

CONCRETE PIER,
REINF W/ 4-#9
VERT & #4 @ 6"
O.C. TIES

CONCRETE WALL

1'
 -

 8
"

10" 1' - 0"
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PROJ 2010562

BID DOCUMENTS
May 15, 2013

NO SCALESB502

B3

TYP NON BEARING MASONRY WALL AT
THICKENED SLAB

NO SCALESB502

B5

TYPICAL CONTROL JOINTS IN 8" MASONRY
WALLS

NO SCALESB502

A1 TYPICAL RECESS IN 8" MASONRY WALL

NO SCALESB502

C5 TYP MASONRY WALL ON FOUNDATION WALL

NO SCALESB502

C4

TYP MASONRY COLUMN ON CONCRETE
FOUNDATION WALL

NO SCALESB502

B1 TYPICAL ELEVATOR PIT DETAIL

NO SCALESB502

C3

TYP INTERIOR MASONRY WALL ON CONCRETE
CURB WALL

NO SCALESB502

C2

TYP INTERIOR MASONRY COLUMN ON CONCRETE
CURB

NO SCALESB502

D5

TYP REINF AROUND MISC OR RECESSED
MASONRY OPENINGS

NO SCALESB502

D4

TYPICAL STAIR STRINGER BASE CONNECTION TO
CONCRETE THICKENED SLAB

NO SCALESB502

B2 TYPICAL SUMP PIT AT ELEVATOR WALL

NO SCALESB502

A4 TYPICAL SHOWER TRENCH DRAIN ADJACENT TO MASONRY WALL AT FOOTING THICKENED SLAB W/ ALTERNATE

NO SCALESB502

A2 TYPICAL SHOWER TRENCH DRAIN ADJACENT TO MASONRY WALL AT CONTINUOUS FOOTING W/ ALTERNATE

NO SCALESB502

C1

CONCRETE PIER CONNECTION TO CONCRETE
WALL - PLAN VIEW

NO SCALESB502

D3 CONCRETE PIER - PLAN VIEW



CONCRETE WALL

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

CONCRETE SLAB
ON GRADE

MASONRY WALL

DOWEL TO
MATCH VERT
CONC WALL REINF

CONCRETE SLAB
ON GRADE

DOWEL TO MATCH
VERT MASONRY
WALL REINF

STEEL COLUMN

STEEL BASTE PLATE
ON 1" NON-SHRINK
GROUT

BLOCK-OUT IN CONC SLAB
ON GRADE, POUR SOLID
AFTER STEEL COLUMN
HAS BEEN INSTALLED

CONC MAT
FOOTING

CONCRETE WALL

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

CONCRETE SLAB
ON GRADE

MASONRY WALL

DOWEL TO MATCH VERT
CONC WALL REINF

CONCRETE SLAB
ON GRADE

CONCRETE
FOOTING

DOWEL TO MATCH VERT
MASONRY WALL REINF

SB503

A2

CONCRETE
FOUNDATION WALL

CONCRETE
FOOTING

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

CONCRETE SLAB
ON GRADESLOPED CONCRETE

SLAB - SEE ARCH
SB501

D4

CONCRETE
FOOTING

CONCRETE
FOUNDATION WALL

CONCRETE MAT
FOOTING

CONCRETE SLAB
ON GRADE

CONCRETE WALL

DOWELS TO MATCH
VERT CONC WALL REINF

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

CONC MAT FOOTING:
10" W/ #5 @ 15" O.C., E.W.

CONCRETE WALL

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

CONCRETE SLAB
ON GRADE

CONCRETE
SUSPENDED SLAB

MAOSNRY WALL
(WHERE OCCURS)

DOWEL TO MATCH VERT
CONC WALL REINF

CONCRETE SLAB
ON GRADE

CONCRETE
SUSPENDED SLAB

CONC MAT
FOOTING SEE

CONCRETE WALL

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

DOWEL TO MATCH VERT
CONC WALL REINF

WATERSTOP1' - 0"

SB503

A4

CONCRETE
SUSPENDED SLAB

CONCRETE MAT
FOOTING SEE

DOWEL TO MATCH VERT
CONC WALL REINF

CONCRETE MAT
FOOTING SEE

CONCRETE WALL

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

WATERSTOP

SB503

B3

EPOXY MAT REINF
W/ 5" MIN EMBED

1' - 0"

3/4" x CONT
SHEAR KEY

CONT REINF BOTTOM

CONT REINF TOP

CONC FDTN WALL

CONCRETE FOOTING

#4 x 4'-0" @ 16" O.C.

CONC SLAB ON GRADE

INTENTIONALLY
ROUGHEN SURFACE TO
1/4" AMPLITUDE

HORIZ CONC FDTN
WALL REINF

CONCRETE SLAB
ON GRADE DOWELS TO MATCH

VERT CONCRETE
FDTN WALL REINF

CONT REINF BOTTOM

CONC FDTN WALL

CONCRETE FOOTING

CONC SLAB
ON GRADE

INTENTIONALLY
ROUGHEN SURFACE TO
1/4" AMPLITUDE

HORIZ CONC FDTN
WALL REINF

CONCRETE SLAB
ON GRADE DOWELS TO MATCH

VERT CONCRETE
FDTN WALL REINF

#4 x 2'-0" DOWEL @
16" O.C. W/ 5" EMBED

#4 CONT

CONC MAT
FOOTING SEE

CONCRETE WALL

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

CONCRETE SLAB
ON GRADE

SB503

B3

#4 CONT

#4 x 2'-0" DOWEL @
16" O.C. (5" EMBED)

2" CLR

1' - 0"

8" THICK CONCRTE
WALL REINF W/
#5 @ 15" O.C., E.W.

CONC SLAB
ON GRADE

HORIZ MASONRY
WALL REINF

MASONRY WALL

CONC THICKENED
SLAB FOOTING

VERT MASONRY
WALL REINF

DOWELS TO MATCH
VERT MASONRY
WALL REINF

HORIZ MASONRY
WALL REINF

8"

ADD'L 4-#4 CONT

#4 @ 16" O.C.

4"

5"
 M

IN
A

R
C

H

S
E

E

2'
 -

 0
"

HOUSEKEEPIN
G PADS W/ 3-#5
LENGTHWISE
TOP & BOT

SEE ARCH

5"

CONC MAT FOOTING:
10" W/ #5 @ 9" O.C.,
E.W. TOP & BOT

DOWEL TO MATCH VERT
CONC WALL REINF

WATERSTOP

COLUMN
FOOTING

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

CONCRETE WALL

CONCRETE SLAB
ON GRADE

MASONRY WALL

CONCRETE
SUSPENDED SLAB

THICKEN MAT
FOOTING OVER
COLUMN FOOTING

1-#5 CONT HORIZ T&B

DOWELS TO MATCH VERT
MASONRY WALL REINF,
LAP ABOVE FLOOR

CONC SLAB
ON GRADE

CONC FOOTING

MASONRY WALL

VERT MASONRY
WALL REINFHORIZ MASONRY

WALL REINF

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

#5xCONT
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PROJ 2010562

BID DOCUMENTS
May 15, 2013

NO SCALESB503

C1 STEEL COLUMN BASE AT SLAB TRANSITION

NO SCALESB503

C2

MASONRY WALL BEARING ON CONCRETE
FOUNDATION WALL AT SLAB TRANSITION

NO SCALESB503

B1 DETAIL THROUGH AREAWAY

NO SCALESB503

C4

TYPICAL CONCRETE WALL TO CONCRETE MAT
FOOTING

NO SCALESB503

B3

MASONRY WALL & CONC SUSPENDED SLAB
BEARING ON CONC FDTN WALL AT MAT FOOTING

NO SCALESB503

A5

CONCRETE SUSPENDED SLAB BEARING ON
CONCRETE FOUNDATION WALL AT MAT FOOTING

NO SCALESB503

B5

CONCRETE SUSPENDED SLAB TO CONCRETE
FOUNDATION WALL AT MAT FOOTING

NO SCALESB503

A1

CONCRETE FOUNDATION WALL TO CONCRETE
FOOTING

NO SCALESB503

A2

CONCRETE FOUNDATION WALL TO CONCRETE
FOOTING

NO SCALESB503

A3

CONCRETE SLAB ON GRADE AT CONCRETE
RETAINING WALL

NO SCALESB503

C3

WASHER DRAIN & PAD ADJACENT TO MASONRY
WALL AT FOOTING THICKENED SLAB

NO SCALESB503

A4

MASONRY WALL & CONC SUSPENDED SLAB
BEARING ON CONC FDTN WALL AT MAT FOOTING

NO SCALESB503

B4 TYPICAL INTERIOR MASONRY PONY WALL



CONCRETE WALL

CONCRETE WALL

REINF CONCRETE
SLAB ON GRADE

CONCRETE
SUSPENDED SLAB

CONCRETE
SLAB ON GRADE

CONCRETE
FOOTING

CONCRETE
FOOTING

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

#4 DOWELS @ 12" O.C.
W/ 3-#4 CONT

8"
24"

SB504
C2

#4 DOWELS @ 12" O.C.
W/ 3-#4 CONT

8"
24"

OPENING
BEYOND

TUNNEL-01

CONCRETE
FDTN WALL

CONCRETE
SUSPENDED SLAB

14" CONCRETE
FOOTING SLAB

#6 @ 16" O.C.
LENGTHWISE

#5 DOWELS @ 8"
O.C. W/ 7-#4 CONT

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

1'
 -

 2
"

TYP

8"

48"

48"

#6 @ 9" O.C.
CROSSWISE

CONCRETE
FDTN WALL

3-SETS OF TIES
WITHIN TOP 5"

1.1/2" CHAMFER
AT BASEPLATE
CORNER

OPENING
BEYOND

CONCRETE
WALL

1/2"x7" SQ W/
2-3/4"Øx8" HSA

6" CURB W/ #4
DOWELS @ 18"
O.C. & 2-#4xCONT

3/16

CW1-CF20

HORIZ CONC FDTN
WALL REINF

CONT REINF BOTTOM

EXTERIOR SLAB
OR GRADE

CONC. STAIR SLAB
6" THICK MIN. W/ #4
@16" O.C. EA. WAY

CONCRETE
FOOTING

CONC FDTN WALL

DOWELS TO MATCH
VERT CONCRETE
FDTN WALL REINF

CONC SLAB
ON GRADE

#4 x 4'-0" @ 16"O.C.

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

6" M
IN

6"

14" CONCRETE WALL W/
#5 @ 18" O.C., E.W., E.F.

CURTAIN
WALL

CONC FOOTING

CONC
WALL

SPA PER POOL
DRAWINGS
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PROJ 2010562

BID DOCUMENTS
May 15, 2013

NO SCALESB504

C1 MECHANICAL TUNNEL SECTION

NO SCALESB504

C4 TYPICAL TUNNEL SECTION

NO SCALESB504

C2 STEEL COLUMN BASE AT MECHANICAL TUNNEL

NO SCALESB504

B5

TYP CONCRETE STAIR SLAB ON GRADE TO CONC
FOUNDATION WALL

NO SCALESB504

B1 SECTION AT SPA
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TENSION HOOK DEVELOPMENT LENGTH (Ldh)

NORMAL WEIGHT CONCRETE, f'c = PSI

#4

#8

#7

#5

#6

#3

BAR
SIZE

8"

14"

16"

12"

10"

6"
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16"

18"

31"

41"

NOTES:
1. VALUES HERE VALID FOR ALL CASES IF:

SIDE COVER > 2.1/2"
END COVER > 2"

2. MULTIPLY VALUES IN SCHEDULE BY 1.2 FOR LIGHTWEIGHT
CONCRETE

3. MULTIPLY VALUES IN SCHEDULE BY 1.2 FOR USE WITH EPOXY
COATED REBAR

Sched - Tension-Hook

db

CONSTRUCTION
JOINT OR FACE
OF SUPPORT

13"

14"

16"

7"

10"

11"

8"

7"

6"

27"

35"

Ldh

Sched - Reinf-Splice

22"86"66"66"51"91"70"70"105" 54"81"62"#9 81"

NOTES:

91"

101"

1. DEFINITIONS:
Ld:   TENSION DEVELOPMENT LENGTH FOR REINFORCEMENT SATISFYING  THE FOLLOWING CONDITIONS:

SLABS AND WALLS: CLEAR SPACING > 2db AND CONCRETE CLEAR COVER > db
BEAMS AND COLUMNS: CLEAR COVER SPACING > db AND CONCRETE CLEAR COVER > db

Lt:    DEVELOPMENT LENGTH FOR TOP BARS IN TENSION
Lsb:  TENSION LAP SPLICE LENGTH FOR OTHER THAN TOP BARS (CLASS B)
Lsbt:  TENSION LAP SPLICE LENGTH OF TOP BARS.
Ldc:   DEVELOPMENT LENGTH FOR BARS IN COMPRESSION
Lsc:   TIED COLUMN LAP SPLICE IN COMPRESSION
db:    NOMINAL BAR DIAMETER (INCHES)
TOP BARS: HORIZONTAL BEAM REINFORCEMENT WITH MORE THAN 12 INCHES OF CONCRETE CAST BELOW

2. MULTIPLY VALUES IN SCHEDULE BY 1.5 IF CLEAR SPACING OR CONCRETE COVER DO NOT MEET REQUIREMENTS FOR Ld IN NOTE 1.

3. MULTIPLY VALUES IN SCHEDULE BY 1.3 FOR USE IN LIGHTWEIGHT AGGREGATE CONCRETE.

4. FOR EPOXY COATED BAR: MULTIPLY VALUES IN SCHEDULE BY 1.5 FOR BARS WITH CLEAR COVER < 3db OR CLEAR SPACING < 6db. OTHERWISE MULTIPLY
VALUES BY 1.2.

5. a. FOR BUNDLED BARS OF THREE OR LESS MULTIPLY LENGTHS BY 1.2.
b. FOR BUNDLED BARS OF FOUR OR MORE MULTIPLY LENGTHS BY 1.33.
c. INDIVIDUAL BAR SPLICES WITHIN A BUNDLE SHALL NOT OVERLAP.  ENTIRE BUNDLES SHALL NOT BE LAP SPLICED.

6. SCHEDULE LENGTHS ARE FOR fy=60ksi REINFORCING, MULTIPLY LENGTHS BY 1.25 FOR fy=75ksi REINFORCING.

7. LAP SPLICES ARE NOT PERMITTED FOR #14 & #18 BARS.  USE BAR COUPLERS PER G.S.N.
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CONCRETE REINFORCING BAR DEVELOPMENT AND LAP SPLICE LENGTH SCHEDULE

f'c = 3000 PSI
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f'c = 4000 PSI f'c = 5000 PSI
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121"#14 93" NANA 81" NA105" NA NA76" 99" NA 33"66" 86" NA NA

161"#18 124" NANA 108" NA140" NA NA101" 132" NA 43"88" 114" NA NA

Ld Lt Lsb Lsbt Ld Lt Lsb Lsbt Ld Lt Lsb Lsbt Ld Lt Lsb Lsbt
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Ldc Lsc

34"

39"
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27"

30"

19"

23"
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NA
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EQ EQ

E.F. = EACH FACE
O.F. = OUTSIDE FACE  (AGAINST SOIL)
I.F.  = INSIDE FACE
3L   = THREE LAYERS

PLACEMENT TYPE

TYPE DTYPE B

VERT
REINF

TYPE A

HORZ
REINF

VERT
REINF

TYPE C

HORZ
REINF

NOTES:

1. HORIZONTAL WALL REINFORCING SHALL BE CONTINUOUS THRU CONSTRUCTION & CONTROL JOINTS.
2. SPLICES IN HORIZONTAL WALL REINFORCING SHALL BE TYPE Lsb, STAGGERED SUCH THAT SPLICES
DO NOT OVERLAP.  SPLICES IN TWO CURTAINS SHALL NOT OCCUR IN THE SAME LOCATION.

CONCRETE FOUNDATION WALL & CONCRETE SHEAR WALL REINFORCING PLACEMENT

NOTES:

1. PLACE ALL FOOTING REINFORCING IN BOTTOM OF FOOTING WITH 3" CLEAR CONCRETE COVER UNLESS NOTED OTHERWISE.

2. TOP REINFORCING, WHERE SPECIFIED, SHALL BE PLACED IN THE TOP OF THE FOOTING WITH 2" CLEAR CONCRETE COVER.

3. SPOT FOOTINGS SHALL BE CENTERED UNDER COLUMNS AND CONTINUOUS FOOTINGS SHALL BE CENTERED UNDER WALLS, UNLESS NOTED
OTHERWISE.

4. ALL FOOTINGS SHALL BE FORMED. FOOTINGS SHALL NOT BE EARTH FORMED OR OVERSIZED WITHOUT WRITTEN PERMISSION FROM THE
STRUCTURAL ENGINEER.

CB-1 CB-2 & CB-3

CP-1

CL-1, CL-2 & CL-6 CL-3 CL-4 CL-7

'U' BAR TOP & BOT
TO MATCH & LAP W/
CONCRETE VERT
WALL REINF

TOP & BOT BARS TO
MATCH HORIZ WALL
REINF (2-#5 MIN)

CONC WALL
VERT REINF

2-#5 HORIZ
TOP & BOT

DOUBLE LAYER

REINFORCING

SINGLE LAYER

REINFORCING

Ls
b

CONC WALL
HORIZ REINF

CC-3CC-1 CC-2 CC-4 CC-6
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STRUCTURAL
SCHEDULE

SB601
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CONCRETE FOOTING SCHEDULE - 50m Pool Alt #1

MARK WIDTH LENGTH THICK

CROSSWISE REINFORCING LENGTHWISE REINFORCING

REMARKSNO. SIZE LENGTH SPACE NO. SIZE LENGTH SPACE

FTS2.0 2' - 0" CONT 1' - 0"

FR20.0x12.0 12' - 0" 20'-0" 2' - 10" 15
18

#6
#8

11'-6" 9
16

#6
#8

19'-6" TOP
BOT

FR24.0x20.0 20' - 0" 24'-0" 2' - 8" 18
18

#5
#8

19'-6" 15
24

#5
#9

23'-6" TOP
BOT

FR28.0x8.0 8' - 0" 28'-0" 3' - 0" 20
28

#5
#7

7'-6" 8
12

#7
#9

27'-6" TOP
BOT

FR40.0x22.0 22' - 0" 40'-0" 2' - 10" 31
31

#6
#7

21'-6" 18
22

#6
#10

39'-6" TOP
BOT

FR45.0x24.0 24' - 0" 45'-0" 3' - 8" 37
35

#6
#8

23'  6" 27
35

#6
#10

44'-6" TOP
BOT

FR48.0x10.0 10' - 0" 48'-0" 4' - 0" 48
39

#6
#8

9'  6" 9
15

#7
#8

47'-6" TOP
BOT

FR48.0x22.0 22' - 0" 48'-0" 3' - 6" 38
35

#6
#8

21'  6" 18
27

#6
#10

47'-6" TOP
BOT

FS4.0 4' - 0" 4'  0" 1' - 2" 7 #4 3'  6" 7" 7 #4 3'  6" 7"

FS5.0 5' - 0" 5'  0" 1' - 6" 10 #4 4'  6" 6" 10 #4 4'  6" 6"

FS6.0 6' - 0" 6'  0" 1' - 7" 9 #5 5'  6" 8.25" 9 #5 5'  6" 8.25"

FS7.0 7' - 0" 7'  0" 1' - 11" 8 #6 6'  6" 11.14" 8 #6 6'  6" 11.14"

FS8.0 8' - 0" 8'  0" 2' - 1" 11 #6 7'  6" 9" 11 #6 7'  6" 9"

FS9.0 9' - 0" 9'  0" 2' - 5" 13 #6 8'  6" 8.5" 13 #6 8'  6" 8.5"

FS4.5 4' - 6" 4'  6" 1' - 4" 8 #4 4'  0" 6.86" 8 #4 4'  0" 6.86"

FS5.5 5' - 6" 5'  6" 1' - 6" 8 #5 5'  0" 8.57" 8 #5 5'  0" 8.57"

FS6.5 6' - 6" 6'  6" 1' - 8" 8 #6 6'  0" 10.3" 8 #6 6'  0" 10.3"

FS7.5 7' - 6" 7'  6" 1' - 11" 10 #6 7'  0" 9.3" 10 #6 7'  0" 9.3"

FS8.5 8' - 6" 8'  6" 2' - 3" 12 #6 8'  0" 8.73" 12 #6 8'  0" 8.73"

FS9.5 9' - 6" 9'  6" 2' - 6" 12 #7 9'  0" 9.9" 12 #7 9'  0" 9.9"

FC2.0 2' - 0" CONT. 1' - 0" -- NONE REQ'D -- 3 #4 CONT 9"

FC2.5 2' - 6" CONT. 1' - 0" -- NONE REQ'D --

FC3.0 3' - 0" CONT. 1' - 0" -- #5 2'-6" 14" 3 #5 CONT 15"

FC3.5 3' - 6" CONT. 1' - 0" -- #5 3'-0" 14" 3 #5 CONT 18"

FC4.0 4' - 0" CONT. 1' - 1" -- #5 3'-6" 11" 5 #5 CONT 10.5"

FC4.5 4' - 6" CONT. 1' - 1" -- #5 4'-0" 11" 5 #5 CONT 12"

FTS2.0 2' - 0" CONT. 1' - 0" -- NONE REQ'D -- 3 #4 CONT 9"

CONCRETE FOUNDATION WALL SCHEDULE

MARK THICK
VERTICAL

REINFORCING
HORIZONTAL
REINFORCING

T & B HORIZ.
BARS PLACEMENT

CFW-1 8" #5 @ 15" O.C. #5 @ 15" O.C. TYPE A

CFW-2 8" #5 @ 18" O.C., O.F.
#5 @ 9" O.C., I.F.

#4 @ 18" O.C., E.F. TYPE C

CFW-3 10" #7 @ 12" O.C., I.F. #6 @ 17" O.C., I.F. TYPE B

CFW-4 10" #5 @ 14" O.C., E.F. #6 @ 12" O.C., E.F. TYPE C

CFW-5 10" #5 @ 9" O.C., E.F. #4 @ 16" O.C., E.F. TYPE C

CFW-6 1' - 0" #7 @ 8" O.C., I.F.
#5 @ 16" O.C., O.F.

#5 @ 18" O.C., E.F. TYPE C

CFW-7 1' - 9" #4 @ 15" O.C., O.F.
#5 @ 9" O.C., I.F.

#4 @ 18" O.C., E.F. TYPE C

CFW-8 1' - 2" #7 @ 8" O.C., I.F. #6 @ 12" O.C., I.F. TYPE B

CFW-9 1' - 8" #7 @ 8" O.C., I.F.
#5 @ 8" O.C., O.F.

#6 @ 16" O.C., E.F. TYPE C

CONCRETE PIER SCHEDULE

MARK

DIMENSIONS REINFORCING

REMARKSDEPTH WIDTH VERTICAL TIES
CP-1 1' - 8" 1' - 8" 4-#8 #4 @ 6" O.C.

CP-2 1' - 8" 1' - 8" 4-#9 #4 @ 6" O.C.

CONCRETE BEAM SCHEDULE

MARK

DIMENSIONS REINFORCMENT

WIDTH DEPTH HORIZONTAL STIRRUPS
CB-1 4' - 0" 1' - 10" 5-#4 TOP

6-#7 BOT
#4 @ 10" O.C.

CB-2 4' - 0" 2' - 0" 5-#4 TOP 7-#8 BOT #4 @ 10" O.C.

CB-3 4' - 0" 2' - 10" 5-#4 TOP 8-#11 BOT #4 @ 10" O.C.

CONCRETE LINTEL SCHEDULE

MARK

DIMENSIONS REINFORCMENT

WIDTH DEPTH HORIZONTAL STIRRUPS
CL-1 8" 2' - 4" 2-#5 TOP & MID

2-#7 BOT
#3 @ 10" O.C.

CL-2 1'-0" 2' - 4" 2-#5 TOP & MID
2-#7 BOT

#3 @ 12" O.C.

CL-3 MATCH WALL 1' - 4" 1-#6 TOP & BOT #3 @ 5" O.C.

CL-4 BLW MATCH WALL 1' - 0" 2-#5 T&B NONE

CL-5 14" 2' - 4" 2-#5 TOP & MID
3-#8 BOT

#4 @ 12" O.C.

CL-6 MATCH WALL 2' - 0" 2-#5 TOP & MID
2-#7 BOT

#3 @ 4" O.C.

CL-7 MATCH WALL 3' - 2" 4-#5 EA FACE #4 @ 6" O.C.

NO SCALESB601

D1 TYPICAL CONCRETE SHEAR WALL LINTEL DETAIL

CONCRETE ROUND PIER SCHEDULE

MARK
COLUMN

DIA.

REINFORCING

REMARKSVERTICAL TIES
CRP-1 2' - 0" 6-#7 #4 @ 8" O.C.

CONCRETE COLUMN SCHEDULE

MARK

DIMENSIONS REINFORCING

REMARKSDEPTH WIDTH VERTICAL TIES
CC-1 8" 1' - 2" 4-#5 #3 @ 8" O.C.

CC-2 8" 1' - 6" 6-#5 2-#3 @ 8" O.C.

CC-3 8" 2' - 0" 8-#5 3-#3 @ 8" O.C.

CC-4 8" 2' - 6" 5-#5 #4 @ 6" O.C.

CC-5 10" 1' - 2" 4-#5 #3 @ 8" O.C.

CC-6 8" 2' - 8" 10-#5 4-#3 @ 8" O.C.

CONCRETE FOOTING SCHEDULE

MARK WIDTH LENGTH THICK

CROSSWISE REINFORCING LENGTHWISE REINFORCING

REMARKSNO. SIZE LENGTH SPACE NO. SIZE LENGTH SPACE

FR24.0x20.0 20' - 0" 24'-0" 2' - 8" 18
18

#5
#8

19'-6" 15
24

#5
#9

23'-6" TOP
BOT

FR37.0x12.0 12' - 0" 37'-0" 3' - 10" 26
39

#6
#9

11'  6" 9
10

#6
#9

36'-6" TOP
BOT

FR40.0x22.0 22' - 0" 40'-0" 2' - 10" 31
31

#6
#7

21'-6" 18
22

#6
#10

39'-6" TOP
BOT

FR45.0x24.0 24' - 0" 45'-0" 3' - 8" 37
35

#6
#8

23'  6" 27
35

#6
#10

44'-6" TOP
BOT

FR48.0x22.0 22' - 0" 48'-0" 3' - 6" 38
35

#6
#8

21'  6" 18
27

#6
#10

47'-6" TOP
BOT

FS4.0 4' - 0" 4'  0" 1' - 2" 7 #4 3'  6" 7" 7 #4 3'  6" 7"

FS5.0 5' - 0" 5'  0" 1' - 6" 10 #4 4'  6" 6" 10 #4 4'  6" 6"

FS6.0 6' - 0" 6'  0" 1' - 7" 9 #5 5'  6" 8.25" 9 #5 5'  6" 8.25"

FS7.0 7' - 0" 7'  0" 1' - 11" 8 #6 6'  6" 11.14" 8 #6 6'  6" 11.14"

FS8.0 8' - 0" 8'  0" 2' - 1" 11 #6 7'  6" 9" 11 #6 7'  6" 9"

FS9.0 9' - 0" 9'  0" 2' - 5" 13 #6 8'  6" 8.5" 13 #6 8'  6" 8.5"

FS4.5 4' - 6" 4'  6" 1' - 4" 8 #4 4'  0" 6.86" 8 #4 4'  0" 6.86"

FS5.5 5' - 6" 5'  6" 1' - 6" 8 #5 5'  0" 8.57" 8 #5 5'  0" 8.57"

FS6.5 6' - 6" 6'  6" 1' - 8" 8 #6 6'  0" 10.3" 8 #6 6'  0" 10.3"

FS7.5 7' - 6" 7'  6" 1' - 11" 10 #6 7'  0" 9.3" 10 #6 7'  0" 9.3"

FS8.5 8' - 6" 8'  6" 2' - 3" 12 #6 8'  0" 8.73" 12 #6 8'  0" 8.73"

FS9.5 9' - 6" 9'  6" 2' - 6" 12 #7 9'  0" 9.9" 12 #7 9'  0" 9.9"

FC2.0 2' - 0" CONT. 1' - 0" -- NONE REQ'D -- 3 #4 CONT 9"

FC2.5 2' - 6" CONT. 1' - 0" -- NONE REQ'D --

FC3.0 3' - 0" CONT. 1' - 0" -- #5 2'-6" 14" 3 #5 CONT 15"

FC3.5 3' - 6" CONT. 1' - 0" -- #5 3'-0" 14" 3 #5 CONT 18"

FC4.0 4' - 0" CONT. 1' - 1" -- #5 3'-6" 11" 5 #5 CONT 10.5"

FC4.5 4' - 6" CONT. 1' - 1" -- #5 4'-0" 11" 5 #5 CONT 12"

FTS2.0 2' - 0" CONT. 1' - 0" -- NONE REQ'D -- 3 #4 CONT 9"



MC-1 & MC-2

MC-3

MC-4

MC-5

ML-DET

24
"

16
"

40
"

ML-1 ML-2 ML-3 ML-4

8"

1'-4
"  

2'-0
"  

3'-4
"  

MRBLS-2000

MASONRY REINFORCING BAR LAP SPLICE SCHEDULE

BAR

CLASS A SPLICES MAY BE USED WHEN ONLY ONE BAR IS CONTINUOUS IN
THE MASONRY CELL OR COURSE.

CLASS B SPLICES SHALL BE USED WHEN TWO BARS ARE CONTINUOUS IN
THE MASONRY CELL OR COURSE.

** INDICATES THAT A LAP SPLICE IS NOT ALLOWED AND MECHANICAL BAR
COUPLERS ARE REQUIRED FOR THE BAR SPLICES.

WHERE VERTICAL BARS HAVE A REQUIRED LAP SPLICE GREATER THAN THE
HEIGHT OF THE GROUT POUR, THE BAR SPLICE SHALL BE MADE WITH A
MECHANICAL BAR COUPLER.  WHERE THE HEIGHT OF THE GROUT POUR
EXCEEDS 60 INCHES, HIGH LIFT GROUTING PROCEDURES SHALL BE
FOLLOWED.

WHERE MECHANICAL BAR COUPLERS ARE USED, THE CONNECTOR SHALL
DEVELOP 125% OF THE SPECIFIED YIELD STRENGTH OF THE BAR IN
TENSION AND COMPRESSION.

A

CLASS

6" CMU

CLASS

A B

8" CMU

CLASS

A B

10" CMU

CLASS

A B

12" CMU

SIZE

f'm = 2000 psi

17" 17" 17" 17" 17" 17"#3

26"#4 22" 22" 24"22"

42"#5 34" 27" 39"27"

91"#6 70" 50" 80"46"

**#7 - 69" **53"

**#8 - 98" **75" 65"

-#9 - - **96" 78"

46"

53"

27"

22"

80"

**

**

**

39"

24"

17"

NOTES:

1.

2.

3.

4.

5.

ML-1

REMARKS
SPANTYPE HORIZONTALDEPTH

MARK
WIDTH STIRRUPS

#3 @ 8" O.C.

#3 @ 8" O.C.

NOTES:

CMU
OR 12"

40"ML-4

16"ML-2

ML-3 24"

ML-1 8"

OR 12"

OR 12"

6",8",10"

6",8",10"

OR 12"

6",8",10"

6",8",10"

TOP & BOT.

TOP & BOT.

1- #7 CONT.

1- #5 CONT.

1- #5 CONT.

1- #7 CONT.

TOP & BOT.

-----

5'-4"

8'-0"

3'-4"

MASONRY LINTEL SCHEDULE
MASONRYLINTEL LINTEL LINTEL MAXIMUM

1. MASONRY LINTELS ML-1 THROUGH ML-4 SHALL BE USED OVER OPENINGS IN MASONRY WALLS WHEN A
SPECIFIC MASONRY LINTEL IS NOT OTHERWISE SPECIFIED.  THE MASONRY LINTEL TO BE USED SHALL BE
DETERMINED BY THE MAXIMUM SPAN AS SPECIFIED IN THIS SCHEDULE.  WHEN A SPECIFIC MASONRY
LINTEL IS CALLED OUT ON THE PLAN, THE MAXIMUM SPAN AS NOTED IN THIS SCHEDULE SHALL NOT
APPLY

2. MASONRY LINTELS ML-1 THROUGH ML-4 SHALL NOT BE LOCATED BELOW ANY FLOOR, OR ROOF BEAM,
OR GIRDER, OR ANY OTHER CONCENTRATED LOAD UNLESS SHOWN  SPECIFICALLY ON THE PLAN SHEET.
JOISTS SHALL NOT BEAR ON ANY LINTEL LESS THAN 16" DEEP.

3. FOR MASONRY LINTELS NOT SHOWN ON THE DRAWINGS THAT CARRY ANY FLOOR, OR  ROOF BEAM,
OR GIRDER, OR ANY OTHER CONCENTRATED LOAD, OR THAT SPAN GREATER THAN 10'-0" CONSULT THE
STRUCTURAL ENGINEER.

4. EXTEND ALL HORIZONTAL REINFORCING 48 BAR DIAMETERS BEYOND THE EDGE OF THE OPENING.  IF
HORIZONTAL REINFORCING CANNOT BE EXTENDED 48 BAR DIAMETERS BEYOND THE EDGE OF THE
OPENING, PROVIDE 90 DEGREE STANDARD HOOK.

5. GROUT MASONRY LINTELS MONOLITHICALLY WITH THE SUPPORT WALL OR COLUMN AT EACH END.

6. SPLICE TOP BARS AT MIDSPAN OF LINTEL ONLY.

7. SPLICE BOTTOM BARS OVER SUPPORTS ONLY.

8. FOR WALL ABOVE LINTEL, DOWEL VERTICAL REINFORCING INTO FULL DEPTH OF THE LINTEL OR 48
BAR DIAMETERS, WHICHEVER IS LESS.

9. HORIZONTAL WALL REINFORCING SHALL CONTINUE THROUGH MASONRY LINTELS. WHERE BOTH
HORIZONTAL WALL REINFORCING AND LINTEL REINFORCING WOULD OCCUR IN THE SAME COURSE, THE
LARGER BARS ARE TO REPLACE THE SMALLER BARS.

-----

CMU

CMU

CMU

.3 L1

L1

.3(L1 OR L2) .3(L1 OR L2)

L2

.3(L2 OR L3) .3(L2 OR L3)

CSS-1

B  BARS

SECONDARY REINFORCING

CONCRETE SUSPENDED SLAB SCHEDULE

30 BAR Ø MIN. 15 Ø MIN.

CSS-1

NOTES.

MARK

AT SUPPORT ONLY

B  BARS

PRIMARY REINFORCING

A  BARS
THICK

C  BARS A  BARS

L=SPAN

Ø=BAR DIA.

THICKNESS
SUPPORTS BEYOND)

A  BARS
A  BARS

SPLICE BOTTOM BARS

(B  BARS AT PERPENDICULAR
B  BARS

D BARS

1

2

2

1

WHICHEVER  IS GREATER

KEYWAY TYP. @

D BARS

POUR JOINTS

C  BARS

D-BARS
#4 @ 18"O.C.
TYP. U.N.O.

L3

A  BARS
A  BARS

2x4 CONT.

(C  BARS AT PERPENDICULAR
C   BARS

SUPPORTS BEYOND)

WHICHEVER  IS GREATER

1. PRIMARY REINFORCING SHALL RUN PARALLEL TO THE DIRECTION OF THE ARROW (           ).

2. PRIMARY BOTTOM REINFORCING SHALL BE PLACED BELOW SECONDARY BOTTOM REINFORCING.  PRIMARY
TOP REINFORCING SHALL BE PLACED ABOVE SECONDARY TOP REINFORCING.

#5 @ 9" O.C.8" #5 @ 6" O.C. #4 @ 12" O.C.#5 @ 9" O.C. #4 @ 18" O.C.- -#4 @ 12" O.C.

3"
5

3/8
"

 

2 1/4" 2 1/4" 

1 ' - 1 1 /2"   1 ' - 1 1 /2"   1 ' - 1 1 /2"   1 ' - 1 1 /2"   1 ' - 1 1 /2"   

3 ' - 9"  3 ' - 9"  

22 2111

1

2

2

1

CSS-2 #4 @ 12" O.C.6" #4 @ 10" O.C. #4 @ 16" O.C.- - #4 @ 18" O.C.- -#4 @ 16" O.C.

CSS-3 #4 @ 14" O.C.6" #4 @ 12" O.C. #4 @ 16" O.C.- - #4 @ 18" O.C.- -#4 @ 16" O.C.

CSS-4 #4 @ 16" O.C.5" #4 @ 12" O.C. #4 @ 18" O.C.#4 @ 16" O.C. #4 @ 18" O.C.- -#4 @ 16" O.C.

CSS-5 #5 @ 8" O.C.14" #6 @ 9" O.C. #6 @ 16" O.C.#5 @ 8" O.C. - -

CSS-6 #4 @ 10" O.C.12" #6 @ 7" O.C. #5 @ 14" O.C.-- - -#4 @ 12" O.C.

#4 @ 12" O.C. #4 @ 18" O.C.

#4 @ 18" O.C.

Sched - Conc-Slab-Opening-One-Way

LARGE OPENING SMALL OPENING

NOTES:
1. OMIT ADDED REINFORCEMENT
SHOWN WHEN SPECIAL
REINFORCEMENT INDICATED ON
PLANS OR DETAILS, EXCEEDS
THIS REINFORCEMENT.

2. CONTRACTOR SHALL VERIFY
ALL OPENINGS NOT SHOWN ON
THE STRUCTURAL DRAWINGS
WITH THE STRUCTURAL
ENGINEER BEFORE PLACEMENT.

3. WHEN EDGE OF CONCRETE
CLOSE TO OPENING WILL NOT
ALLOW THIS LENGTH TERMINATE
AT EDGE WITH STANDARD HOOK.

4. EXTEND NEW
REINFORCEMENT TO END OF
INTERRUPTED REINFORCEMENT
OR 10'-0" BEYOND EDGE OF
OPENING WHICHEVER IS
SMALLER

5.  WHERE MULTIPLE OPENINGS
OCCUR WITHIN TWO TIMES THE
OPENING DIMENSION, THE
GROUP OF OPENINGS SHALL BE
TREATED AS A SINGLE OPENING

OPENING

SLAB REINF TERMINATE
AT OPENINGS PER
TYPICAL WALL END
DETAIL

FOR HALF OF THE SLAB
BARS INTERRUPTED ONE
ADDED BAR OF THE SAME
SIZE SHALL BE PLACE AT
EACH SIDE OF THE
OPENING @ 3" O.C.

2'-0" MAX Lsb TYP

1'
-6

" 
T

Y
P

1'
-6

" 
M

A
X

2'
-0

" 
T

Y
P

4'
-0

" 
M

A
X

EXTEND TO SUPPORT

 OPENING

TYP SLAB REINF

ADDITIONAL #4 x 5'-0"
DIAGONAL TOP AND
BOTTOM

ADDITIONAL #4 x 3'-0"
DIAGONAL TOP AND
BOTTOM

SPAN
SPAN

ADD ONE CONT BAR
EACH SIDE OF
OPENING

2-#5 BARS
TOP & BOT

1-#5 BAR
TOP & BOT

Sched - Conc-Wall-Opening

LARGE OPENING SMALL OPENING

NOTES:
1. OMIT ADDED REINFORCEMENT
SHOWN WHEN SPECIAL
REINFORCEMENT INDICATED ON
PLANS, ELEVATIONS OR DETAILS,
EXCEEDS THIS REINFORCEMENT.

2. CONTRACTOR SHALL VERIFY ALL
OPENINGS NOT SHOWN ON THE
STRUCTURAL DRAWINGS WITH THE
STRUCTURAL ENGINEER BEFORE
PLACEMENT.

3. WHEN EDGE OF CONCRETE CLOSE
TO OPENING WILL NOT ALLOW THIS
LENGTH TERMINATE AT EDGE WITH
STANDARD HOOK.

4. WHERE MULTIPLE OPENINGS OCCUR
WITHIN TWO TIMES THE OPENING
DIMENSION, THE GROUP OF OPENINGS
SHALL BE TREATED AS A SINGLE
OPENING.

5. WHERE MULTIPLE LAYERS OF
REINFORCING OCCUR IN CONCRETE
WALL, ADDITIONAL REINFORCING IN
THIS DETAIL OCCURS IN ALL LAYERS.

3'-0" x 3'-0"
MAX

OPENING

WALL REINF TERMINATE
AT OPENINGS PER
D1/SB501

ADDITIONAL #5 ALL
AROUND FOR EACH
LAYER OF REINF

SEE NOTE 3

2'-6" TYP

S
E

E
 N

O
T

E
 3

2'
-6

" 
T

Y
P

S
E

E
 N

O
T

E
 3

4'
-0

" 
T

Y
P

SEE NOTE 3

4'-0" TYP

6'-0" x 6'-0" MAX
OPENING

TYP WALL REINF

ADDITIONAL 2-#5 ALL
AROUND FOR EACH
LAYER OF REINF

ADDITIONAL #5 x 4'-0"
DIAGONAL FOR EACH
LAYER OF WALL REINF,
TYP AT CORNERS

Sched - Epoxy Detail

NEW REBAR DOWEL

ANCHOR REBAR DOWEL OR THREADED ROD IN ADHESIVE
FILLED HOLE.  USE APPROVED ADHESIVE AND FOLLOW ALL
MANUFACTURERS RECOMMENDATIONS PER THE ICC CODE
EVALUATION REPORT, INCLUDING, BUT NOT LIMITED TO: HOLE
DIAMETER, AND TYPE OF DRILL BIT, AND
PREPARATION/CLEANLINESS OF DRILLED HOLE

EXISTING CONCRETE

NEW THREADED ROD

THIS SCHEDULE SHALL BE USED ONLY WHERE SPECIFICALLY REFERENCED ON THE
DRAWINGS AND AT OTHER LOCATIONS WITH THE APPROVAL OF THE ENGINEER.
EMBEDMENT LENGTHS SPECIFIED ON PLANS OR DETAILS TAKE PRECEDENCE OVER
EMBEDMENT LENGTHS IN THIS SCHEDULE.
WHERE THE THICKNESS OF THE EXISTING CONCRETE MEMBER IS NOT SUFFICIENT
TO ACHIEVE SCHEDULED EMBEDMENT AND SPECIFIED CLEAR COVER FOR THE
ANCHOR, CONTACT THE ENGINEER.
USE PROCEEDURES AND PRODUCTS RECOMMENDED BY ADHESIVE
MANUFACTURER FOR OVERHEAD INSTALLATION.
SPECIAL INSPECTION IS REQUIRED DURING INSTALLATION OF ALL ADHESIVE
ANCHORS PER THE CODE EVALUATION REPORT FOR THE ANCHOR AND THE
QUALITY ASSURANCE SECTION OF THE GENERAL STRUCTURAL NOTES.

ADHESIVE ANCHORING SCHEDULE

#10

#11

#9

#8

#7

DOWEL SIZE

#3

#5

#6

#4

3/8"

REINFORCING

SIZE (DIA)

THREADED ROD

EMBEDMENT LENGTH
(SEE NOTE #2)

18"

18"

14"

13"

12"

4"

9"

10"

6"

15"

12"

10 1/2"

4 1/2"

7 1/2"

9"

6"1/2"

5/8"

3/4"

7/8"

1"

1 1/4"

APPROVED ADHESIVES

HILTI HIT -RE 500 SD

ADHESIVE

ESR-2322

ICC CODE EVALUATION
REPORT

SIMPSON STRONG-TIE SET-XP ESR-2508

POWERS PE 1000+ ESR-2583

EMBEDMENT LENGTH
(SEE NOTE #2)

NOTES:
1.

2.

4.

3.

5.

'B' 'TW' 'A'

'TW'

2'
-6

" 
M

IN

'T
F

'
'H

T
'

LA
P

 S
P

LI
C

E

LE
N

G
T

H

2" CLR

NOTES:

CONCRETE RETAINING WALL SCHEDULE

CRW-1

MARK 'B'

14'-2"

'HT'

2'-4"

'A'

6'-8" 12" 1'-3"

'TF'
'V2' BARS

SIZE

'H' BARS'V' BARS

#7

SIZE

5.5"

SPACE SPACE

#5 18" #5

SIZE SPACESIZE

'H2' BARS

18"

SPACE

#5 18"

'T' BARS

#6

SIZE

5.5"

SPACE

1. 'V' BARS SHALL NOT BE SPLICED BELOW MID-HEIGHT OF WALL
2. FOR WALLS WITH 'HT' OF 9'-0" & GREATER & 'V' BARS SPACED AT 9" O.C. OR LESS, ONE HALF OF THE 'V' BARS CAN BE DISCONTIUED FROM MID-HEIGHT TO TOP OF WALL.

'TW'
SPACESIZE

'C TOP' BARS

12-#5 10.3"

'C BOT' BARS

3-#5

SIZE

16.4"

SPACE

CRW-MAR07

STD 90°
HOOK

2" DIA. WEEP HOLE @ 10'-0"
O.C. MAX.

DOWEL TO MATCH 'V2'
BARS (WHERE REQ'D)

2-#5 CONT TOP & BOTTOM

12" OF FREE
DRAINING GRAVEL

TOW = SEE ARCH

FINISH GRADE

'H' BARS

'V' BARS

2x4 CONT KEYWAY

'C BOT' BARS

'C TOP' BARS

'T' BARS

'V2' BARS (WHERE REQ'D)

'H2' BARS (WHERE REQ'D)

FTG DRAIN WHERE
OCCURS. SEE ARCH

1 ' - 0"  

3 ' - 0"  1 ' - 0"  1 ' - 0"  

1
'-

0"
 
 

4
'-

0"
 
 

2
'-

6"
 
 

1
'-

11
5/8

"
 
 
 

2"

CRW-2 14'-8" 3'-0" 4'-10" 1'-2" 1'-3" #7 6" #5 18" #5 9" #5 18" #5 6" 8-#6 14.5" 4-#6 15"

CRW-3 2'-2" 4'-10" 2'-0" 1'-3" #7 12" #5 18" #6 15" #5 18" #6 6" 8-#6 14.5" 4-#6 15"14'-8"

MIDDLE CURTAIN ONLY REQ'D AT
SHEARWALLS (CRW-3, CRW-4 & CRW-5)

CRW-4 1'-10" 4'-10" 2'-4" 1'-3" #7 12" #5 18" #6 15" #5 15" #6 6" 8-#6 14.5" 4-#6 15"14'-8"

CRW-5 1'-11" 4'-10" 2'-3" 1'-3" #7 12" #5 18" #5 16" #5 15" #6 6" 8-#6 14.5" 4-#6 15"14'-8"
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NO SCALESB602

D4 TYPICAL MASONRY COLUMN DIAGRAMS

NO SCALESB602

C4 TYPICAL MASONRY LINTEL DETAILS

MASONRY COLUMN NOTES

1. WHERE TWO LAYERS OF REINFORCING ARE USED, THE CENTERLINE OF VERTICAL BARS SHALL BE
LOCATED 2.1/2" FROM THE FACE OF THE MASONRY.  HORIZONTAL BARS SHALL BE LOCATED TO THE
INSIDE OF THE VERTICAL BARS.

2. UNLESS NOTED OTHERWISE, VERTICAL REINFORCING AND TIES SHALL EXTEND FULL HEIGHT OF THE
WALL.

3. MASONRY COLUMN VERTICAL BARS OR DOWELS IN CONCRETE FOUNDATION WALLS SHALL BE TIED WITH
#3 TIES @ 8" O.C.

MASONRY COLUMN SCHEDULE

MARK

DIMENSIONS REINFORCING

REMARKSWIDTH DEPTH VERTICAL TIES
MC-1 6" OR 8" 1' - 4" 2-#5 -- SEE D5/SB502

MC-2 8" 1' - 4" 2-#7 --

MC-3 8" 1' - 4" 4-#4 #2 @ 8" O.C.

MC-4 8" 2' - 0" 4-#4 #2 @ 8" O.C.

MC-5 8" 6' - 0" 4-#5 #4 @ 16" O.C.

1. PROVIDE SCHEDULED VERTICAL REINFORCING BARS AT ALL CORNERS, ENDS OF WALLS, AND SPACED AS
SCHEDULED, UNLESS NOTED OTHERWISE.

2. HORIZONTAL REINFORCING BARS SHALL BE CONTINUOUS AT ALL CORNERS AND AT INTERSECTING WALLS.
PROVIDE CORNER BARS WITH THE REQUIRED LAP SPLICE LENGTH.

3. TERMINATE ALL HORIZONTAL REINFORCING BARS AT ENDS OF WALLS AND EDGES OF OPENINGS WITH A
STANDARD HOOK AROUND VERTICAL REINFORCING BARS.

4. SEE PLANS, DETAILS AND GENERAL STRUCTURAL NOTES FOR ADDITIONAL REINFORCING REQUIREMENTS.

5. GROUT SOLID ALL CELLS BELOW GRADE, CELLS CONTAINING EMBEDS (HSA'S, DBA'S, ANCHOR BOLTS, ETC.),
AND CELLS CONTAINING REINFORCING. CONSOLIDATE GROUT AS PER THE GENERAL STRUCTURAL NOTES.

6. HORIZONTAL WALL REINFORCING SHALL BE PLACED INSIDE THE VERTICALS OF MASONRY COLUMNS.

7. HORIZONTAL WALL REINFORCING SHALL CONTINUE THROUGH MASONRY LINTELS.  WHERE BOTH HORIZONTAL
WALL REINFORCING AND LINTEL REINFORCING OCCUR IN THE SAME  COURSE, THE LARGER BARS ARE TO
REPLACE THE SMALLER BARS.

MASONRY WALL SCHEDULE

MARK WIDTH MATERIAL

REINFORCING

REMARKSVERTICAL HORIZONTAL
MW-1 8" CMU #5 @ 24" O.C. #4 @ 24" O.C.

MW-2 8" CMU #5 @ 32" O.C. #5 @ 48" O.C.

NO SCALESB602

C1 TYPICAL OPENING THROUGH ONE WAY CONCRETE SUSPENDED SLAB (PLAN VIEW)

NO SCALESB602

B1 TYPICAL OPENINGS THROUGH CONCRETE WALLS

NO SCALESB602

A1 ADHESIVE ANCHORING SCHEDULE

NO SCALESB602

A4 TYPICAL CONCRETE RETAINING WALL SCHEDULE AND DETAIL
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SCALE:SF101  1/16" = 1'-0"

A3 OVERALL FIRST FLOOR FRAMING PLAN

KEYPLAN

A

BC
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RECESSED/DEPRESSED SLAB ON
METAL DECK

SPECIAL DECK AREA

OPENING

ROOF DECK

CHANGE IN ELEVATION

CONCRETE ON METAL DECK

STEEL BRACED FRAME

MOMENT CONNECTION

STEEL BEAM OR GIRDER

STEEL JOIST OR PURLIN

CROSS BRIDGING

HORIZONTAL BRIDGING

FLOOR FRAMING PLAN LEGEND

CONCRETE LINTEL IN CONCRETE WALL

CONCRETE COLUMN IN CONCRETE WALL

MASONRY COLUMN IN MASONRY WALL

MASONRY WALL

MASONRY LINTEL IN MASONRY WALL

STEEL COLUMN - TUBE

STEEL COLUMN - WIDE FLANGE

CONCRETE WALL

CONCRETE COLUMN

CONCRETE JAMB COLUMN POURED
MONOLITHIC WITH CONCRETE WALL

COLLECTOR CONNECTION SEE B1/S601

LEG-FLOOR

0"

1. SEE D4/SF501 FOR SLAB REINFORCING OVER
GIRDERS.

2. SEE DETAILS D1/S501 FOR MISCELLANEOUS
FLOOR OPENINGS.

3. SEE GENERAL STRUCTURAL NOTE (V.J.7) FOR
STEEL DECK REQUIREMENTS WHERE 3-SPAN
CONDITIONS ARE NOT POSSIBLE.

4. SEE TYPICAL REINFORCING AROUND MISC OR
RECESSED MASONRY OPENINGS FOR OPENINGS
OR RECESSES IN MASONRY WALLS.

5.  5.1/2" LONG HSA AT 3.1/2" STEEL FLOOR DECK &
5" HSA AT 3" STEEL FLOOR DECK.

FLOOR FRAMING PLAN NOTES
NOTE-FLOOR

STEEL ANGLE BRACE / KICKER. SEE
B1/S501 FOR SLAB EDGE KICKER.

ROOF TIE-BACK LOCATION
SEE TIE-BACK DETAILS
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METAL DECK
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ROOF DECK

CHANGE IN ELEVATION

CONCRETE ON METAL DECK

STEEL BRACED FRAME

MOMENT CONNECTION

STEEL BEAM OR GIRDER

STEEL JOIST OR PURLIN

CROSS BRIDGING

HORIZONTAL BRIDGING

FLOOR FRAMING PLAN LEGEND

CONCRETE LINTEL IN CONCRETE WALL

CONCRETE COLUMN IN CONCRETE WALL

MASONRY COLUMN IN MASONRY WALL

MASONRY WALL

MASONRY LINTEL IN MASONRY WALL

STEEL COLUMN - TUBE

STEEL COLUMN - WIDE FLANGE

CONCRETE WALL

CONCRETE COLUMN

CONCRETE JAMB COLUMN POURED
MONOLITHIC WITH CONCRETE WALL

COLLECTOR CONNECTION SEE B1/S601

LEG-FLOOR

0"

1. SEE D4/SF501 FOR SLAB REINFORCING OVER
GIRDERS.

2. SEE DETAILS D1/S501 FOR MISCELLANEOUS
FLOOR OPENINGS.

3. SEE GENERAL STRUCTURAL NOTE (V.J.7) FOR
STEEL DECK REQUIREMENTS WHERE 3-SPAN
CONDITIONS ARE NOT POSSIBLE.

4. SEE TYPICAL REINFORCING AROUND MISC OR
RECESSED MASONRY OPENINGS FOR OPENINGS
OR RECESSES IN MASONRY WALLS.

5.  5.1/2" LONG HSA AT 3.1/2" STEEL FLOOR DECK &
5" HSA AT 3" STEEL FLOOR DECK.

FLOOR FRAMING PLAN NOTES
NOTE-FLOOR

STEEL ANGLE BRACE / KICKER. SEE
B1/S501 FOR SLAB EDGE KICKER.
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STEEL BRACED FRAME

MOMENT CONNECTION

STEEL BEAM OR GIRDER
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MONOLITHIC WITH CONCRETE WALL

COLLECTOR CONNECTION SEE B1/S601

LEG-FLOOR

0"

1. SEE D4/SF501 FOR SLAB REINFORCING OVER
GIRDERS.

2. SEE DETAILS D1/S501 FOR MISCELLANEOUS
FLOOR OPENINGS.

3. SEE GENERAL STRUCTURAL NOTE (V.J.7) FOR
STEEL DECK REQUIREMENTS WHERE 3-SPAN
CONDITIONS ARE NOT POSSIBLE.

4. SEE TYPICAL REINFORCING AROUND MISC OR
RECESSED MASONRY OPENINGS FOR OPENINGS
OR RECESSES IN MASONRY WALLS.

5.  5.1/2" LONG HSA AT 3.1/2" STEEL FLOOR DECK &
5" HSA AT 3" STEEL FLOOR DECK.

FLOOR FRAMING PLAN NOTES
NOTE-FLOOR

STEEL ANGLE BRACE / KICKER. SEE
B1/S501 FOR SLAB EDGE KICKER.

ROOF TIE-BACK LOCATION
SEE TIE-BACK DETAILS
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ROOF FRAMING PLAN NOTES

1. VERIFY SIZE, WEIGHT, LOCATION AND

CONFIGURATION OF ALL ROOF TOP EQUIPMENT WITH

ARCHITECT AND MECHANICAL ENGINEER. PROVIDE

STEEL FRAMES FOR SUPPORT OF ROOF TOP

EQUIPMENT AS INDICATED IN DETAIL D3/SF511

COORDINATE OPENINGS WITH MECHANICAL AND

ELECTRICAL AND GENERAL CONTRACTORS.

2. ALL ROOF OPENINGS SHALL BE FRAMED AS

INDICATED IN DETAIL D2/SF511. FOR ROUND OPENINGS

WHICH ARE LESS THAN 12" DIA. SEE DETAIL D4/SF511.

3. SEE ARCHITECTURAL FOR ROOF SLOPES AND

DRAINS. SEE D5 & C1/SF511 FOR ROOF DRAIN OPENING

FRAME.

4. OPEN WEB STEEL JOISTS AND JOIST GIRDERS

SHALL BE DESIGNED BY THE MANUFACTURER TO

SUPPORT THE MECHANICAL AND LATERAL LOADS

SHOWN ON THE ROOF FRAMING PLANS IN ADDITION

TO THE UNIFORM AND POINT LOADS SHOWN.

5. ±#.#K ADD - INDICATES ADDITIONAL UPLIFT /

DOWNWARD FORCE ON STEEL JOIST IN ADDITION TO

REGULAR LOADS.

6. T/C=##K - INDICATES ADDITIONAL TOP CHORD AXIAL

FORCE ON STEEL JOIST OR GIRDER IN ADDITION TO

REGULAR LOADS. THIS FORCE IS A SEISMIC LRFD

LOAD THAT SHALL BE CONSIDERED IN BOTH TENSION

AND COMPRESSION; INCLUDES APPLICABLE

OVERSTRENGTH FACTORS FROM IBC SECTION 1613

AND ASCE 7 SECTION 12.10. STEEL JOISTS AND

GIRDERS WITH T/C FORCE SHALL BE DESIGNED AS

COLLECTOR ELEMENTS PER IBC SECTION 1613 AND

ASCE 7 SECTION 12.10 WITH STRENGTH TO RESIST

APPLICABLE LOAD COMBINATIONS OF IBC SECTION

1605.4 AND ASCE 7 SECTION 12.4.

7. ALL LOADS SUPPORTED BY OPEN WEB STEEL

JOISTS AND GIRDERS SHALL BE LOCATED WITHIN 6" OF

JOIST OR GIRDER PANEL POINT OR THE JOIST OR

GIRDER SHALL BE REINFORCED PER DETAIL D1/SF511.

8. SEE DETAIL A4/SF512 FOR SUPPORT OF HANGING

MECHANICAL UNITS.

9. HORIZONTAL AND CROSS BRIDGING SHALL BE SIZED

AND SUPPLIED BY THE JOIST MANUFACTURER.

CONNECT TO WALLS AS INDICATED IN DETAILS.

10. WHERE SKYLIGHTS OR MECHANICAL UNITS

INTERRUPT HORIZONTAL BRIDGING PROVIDE CROSS

BRIDGING AT JOIST SPACES ON EACH SIDE. TYPICAL.

11. OPEN WEB STEEL JOISTS SPANNING MORE THAN

60'-0" SHALL HAVE 7.1/2" DEEP JOIST BEARING ENDS.

ALL OTHER OPEN WEB STEEL JOISTS SHALL HAVE 5"

DEEP BEARING ENDS.

12. DESIGN ALL ROOF JOISTS FOR A 12 PSF NET UPLIFT

DUE TO WIND.
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ROOF FRAMING PLAN LEGEND

CONCRETE LINTEL IN CONCRETE WALL

STEEL COLUMN - TUBE

STEEL COLUMN - WIDE FLANGE

CONCRETE WALL

CONCRETE JAMB COLUMN POURED

MONOLITHIC WITH CONCRETE WALL

COLLECTOR CONNECTION SEE B1/SF601

COLLECTOR/CHORD CONNECTION

AT BEAMS PARALLEL TO MARK. SEE

A1/SF513

0"

STEEL ANGLE BRACE / KICKER. SEE

A1/S511 FOR SLAB EDGE KICKER.

ROOF TIE-BACK LOCATION

SEE TIE-BACK DETAILS
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ROOF FRAMING PLAN NOTES

1. VERIFY SIZE, WEIGHT, LOCATION AND
CONFIGURATION OF ALL ROOF TOP EQUIPMENT WITH
ARCHITECT AND MECHANICAL ENGINEER. PROVIDE
STEEL FRAMES FOR SUPPORT OF ROOF TOP
EQUIPMENT AS INDICATED IN DETAIL D3/SF511
COORDINATE OPENINGS WITH MECHANICAL AND
ELECTRICAL AND GENERAL CONTRACTORS.

2. ALL ROOF OPENINGS SHALL BE FRAMED AS
INDICATED IN DETAIL D2/SF511. FOR ROUND OPENINGS
WHICH ARE LESS THAN 12" DIA. SEE DETAIL D4/SF511.

3. SEE ARCHITECTURAL FOR ROOF SLOPES AND
DRAINS. SEE D5 & C1/SF511 FOR ROOF DRAIN OPENING
FRAME.

4. OPEN WEB STEEL JOISTS AND JOIST GIRDERS
SHALL BE DESIGNED BY THE MANUFACTURER TO
SUPPORT THE MECHANICAL AND LATERAL LOADS
SHOWN ON THE ROOF FRAMING PLANS IN ADDITION
TO THE UNIFORM AND POINT LOADS SHOWN.

5. ±#.#K ADD - INDICATES ADDITIONAL UPLIFT /
DOWNWARD FORCE ON STEEL JOIST IN ADDITION TO
REGULAR LOADS.

6. T/C=##K - INDICATES ADDITIONAL TOP CHORD AXIAL
FORCE ON STEEL JOIST OR GIRDER IN ADDITION TO
REGULAR LOADS. THIS FORCE IS A SEISMIC LRFD
LOAD THAT SHALL BE CONSIDERED IN BOTH TENSION
AND COMPRESSION; INCLUDES APPLICABLE
OVERSTRENGTH FACTORS FROM IBC SECTION 1613
AND ASCE 7 SECTION 12.10. STEEL JOISTS AND
GIRDERS WITH T/C FORCE SHALL BE DESIGNED AS
COLLECTOR ELEMENTS PER IBC SECTION 1613 AND
ASCE 7 SECTION 12.10 WITH STRENGTH TO RESIST
APPLICABLE LOAD COMBINATIONS OF IBC SECTION
1605.4 AND ASCE 7 SECTION 12.4.

7. ALL LOADS SUPPORTED BY OPEN WEB STEEL
JOISTS AND GIRDERS SHALL BE LOCATED WITHIN 6" OF
JOIST OR GIRDER PANEL POINT OR THE JOIST OR
GIRDER SHALL BE REINFORCED PER DETAIL D1/SF511.

8. SEE DETAIL A4/SF512 FOR SUPPORT OF HANGING
MECHANICAL UNITS.

9. HORIZONTAL AND CROSS BRIDGING SHALL BE SIZED
AND SUPPLIED BY THE JOIST MANUFACTURER.
CONNECT TO WALLS AS INDICATED IN DETAILS.

10. WHERE SKYLIGHTS OR MECHANICAL UNITS
INTERRUPT HORIZONTAL BRIDGING PROVIDE CROSS
BRIDGING AT JOIST SPACES ON EACH SIDE. TYPICAL.

11. OPEN WEB STEEL JOISTS SPANNING MORE THAN
60'-0" SHALL HAVE 7.1/2" DEEP JOIST BEARING ENDS.
ALL OTHER OPEN WEB STEEL JOISTS SHALL HAVE 5"
DEEP BEARING ENDS.

12. DESIGN ALL ROOF JOISTS FOR A 12 PSF NET UPLIFT
DUE TO WIND.

SPECIAL DECK AREA

OPENING

ROOF DECK

CHANGE IN ELEVATION

CONCRETE ON METAL DECK

STEEL BRACED FRAME

MOMENT CONNECTION

CROSS BRIDGING

HORIZONTAL BRIDGING

STEEL BEAM OR GIRDER

STEEL JOIST OR PURLIN

ROOF FRAMING PLAN LEGEND

CONCRETE LINTEL IN CONCRETE WALL

STEEL COLUMN - TUBE

STEEL COLUMN - WIDE FLANGE

CONCRETE WALL

CONCRETE JAMB COLUMN POURED
MONOLITHIC WITH CONCRETE WALL

COLLECTOR CONNECTION SEE B1/SF601

COLLECTOR/CHORD CONNECTION
AT BEAMS PARALLEL TO MARK. SEE
A1/SF513

0"

STEEL ANGLE BRACE / KICKER. SEE
A1/S511 FOR SLAB EDGE KICKER.

ROOF TIE-BACK LOCATION
SEE TIE-BACK DETAILS
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ROOF FRAMING PLAN NOTES

1. VERIFY SIZE, WEIGHT, LOCATION AND

CONFIGURATION OF ALL ROOF TOP EQUIPMENT WITH

ARCHITECT AND MECHANICAL ENGINEER. PROVIDE

STEEL FRAMES FOR SUPPORT OF ROOF TOP

EQUIPMENT AS INDICATED IN DETAIL D3/SF511

COORDINATE OPENINGS WITH MECHANICAL AND

ELECTRICAL AND GENERAL CONTRACTORS.

2. ALL ROOF OPENINGS SHALL BE FRAMED AS

INDICATED IN DETAIL D2/SF511. FOR ROUND OPENINGS

WHICH ARE LESS THAN 12" DIA. SEE DETAIL D4/SF511.

3. SEE ARCHITECTURAL FOR ROOF SLOPES AND

DRAINS. SEE D5 & C1/SF511 FOR ROOF DRAIN OPENING

FRAME.

4. OPEN WEB STEEL JOISTS AND JOIST GIRDERS

SHALL BE DESIGNED BY THE MANUFACTURER TO

SUPPORT THE MECHANICAL AND LATERAL LOADS

SHOWN ON THE ROOF FRAMING PLANS IN ADDITION

TO THE UNIFORM AND POINT LOADS SHOWN.

5. ±#.#K ADD - INDICATES ADDITIONAL UPLIFT /

DOWNWARD FORCE ON STEEL JOIST IN ADDITION TO

REGULAR LOADS.

6. T/C=##K - INDICATES ADDITIONAL TOP CHORD AXIAL

FORCE ON STEEL JOIST OR GIRDER IN ADDITION TO

REGULAR LOADS. THIS FORCE IS A SEISMIC LRFD

LOAD THAT SHALL BE CONSIDERED IN BOTH TENSION

AND COMPRESSION; INCLUDES APPLICABLE

OVERSTRENGTH FACTORS FROM IBC SECTION 1613

AND ASCE 7 SECTION 12.10. STEEL JOISTS AND

GIRDERS WITH T/C FORCE SHALL BE DESIGNED AS

COLLECTOR ELEMENTS PER IBC SECTION 1613 AND

ASCE 7 SECTION 12.10 WITH STRENGTH TO RESIST

APPLICABLE LOAD COMBINATIONS OF IBC SECTION

1605.4 AND ASCE 7 SECTION 12.4.

7. ALL LOADS SUPPORTED BY OPEN WEB STEEL

JOISTS AND GIRDERS SHALL BE LOCATED WITHIN 6" OF

JOIST OR GIRDER PANEL POINT OR THE JOIST OR

GIRDER SHALL BE REINFORCED PER DETAIL D1/SF511.

8. SEE DETAIL A4/SF512 FOR SUPPORT OF HANGING

MECHANICAL UNITS.

9. HORIZONTAL AND CROSS BRIDGING SHALL BE SIZED

AND SUPPLIED BY THE JOIST MANUFACTURER.

CONNECT TO WALLS AS INDICATED IN DETAILS.

10. WHERE SKYLIGHTS OR MECHANICAL UNITS

INTERRUPT HORIZONTAL BRIDGING PROVIDE CROSS

BRIDGING AT JOIST SPACES ON EACH SIDE. TYPICAL.

11. OPEN WEB STEEL JOISTS SPANNING MORE THAN

60'-0" SHALL HAVE 7.1/2" DEEP JOIST BEARING ENDS.

ALL OTHER OPEN WEB STEEL JOISTS SHALL HAVE 5"

DEEP BEARING ENDS.

12. DESIGN ALL ROOF JOISTS FOR A 12 PSF NET UPLIFT

DUE TO WIND.

SPECIAL DECK AREA

OPENING

ROOF DECK

CHANGE IN ELEVATION

CONCRETE ON METAL DECK

STEEL BRACED FRAME

MOMENT CONNECTION

CROSS BRIDGING

HORIZONTAL BRIDGING

STEEL BEAM OR GIRDER

STEEL JOIST OR PURLIN

ROOF FRAMING PLAN LEGEND

CONCRETE LINTEL IN CONCRETE WALL

STEEL COLUMN - TUBE

STEEL COLUMN - WIDE FLANGE

CONCRETE WALL

CONCRETE JAMB COLUMN POURED

MONOLITHIC WITH CONCRETE WALL

COLLECTOR CONNECTION SEE B1/SF601

COLLECTOR/CHORD CONNECTION

AT BEAMS PARALLEL TO MARK. SEE

A1/SF513

0"

STEEL ANGLE BRACE / KICKER. SEE

A1/S511 FOR SLAB EDGE KICKER.

ROOF TIE-BACK LOCATION

SEE TIE-BACK DETAILS
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ROOF FRAMING PLAN NOTES

1. VERIFY SIZE, WEIGHT, LOCATION AND
CONFIGURATION OF ALL ROOF TOP EQUIPMENT WITH
ARCHITECT AND MECHANICAL ENGINEER. PROVIDE
STEEL FRAMES FOR SUPPORT OF ROOF TOP
EQUIPMENT AS INDICATED IN DETAIL D3/SF511
COORDINATE OPENINGS WITH MECHANICAL AND
ELECTRICAL AND GENERAL CONTRACTORS.

2. ALL ROOF OPENINGS SHALL BE FRAMED AS
INDICATED IN DETAIL D2/SF511. FOR ROUND OPENINGS
WHICH ARE LESS THAN 12" DIA. SEE DETAIL D4/SF511.

3. SEE ARCHITECTURAL FOR ROOF SLOPES AND
DRAINS. SEE D5 & C1/SF511 FOR ROOF DRAIN OPENING
FRAME.

4. OPEN WEB STEEL JOISTS AND JOIST GIRDERS
SHALL BE DESIGNED BY THE MANUFACTURER TO
SUPPORT THE MECHANICAL AND LATERAL LOADS
SHOWN ON THE ROOF FRAMING PLANS IN ADDITION
TO THE UNIFORM AND POINT LOADS SHOWN.

5. ±#.#K ADD - INDICATES ADDITIONAL UPLIFT /
DOWNWARD FORCE ON STEEL JOIST IN ADDITION TO
REGULAR LOADS.

6. T/C=##K - INDICATES ADDITIONAL TOP CHORD AXIAL
FORCE ON STEEL JOIST OR GIRDER IN ADDITION TO
REGULAR LOADS. THIS FORCE IS A SEISMIC LRFD
LOAD THAT SHALL BE CONSIDERED IN BOTH TENSION
AND COMPRESSION; INCLUDES APPLICABLE
OVERSTRENGTH FACTORS FROM IBC SECTION 1613
AND ASCE 7 SECTION 12.10. STEEL JOISTS AND
GIRDERS WITH T/C FORCE SHALL BE DESIGNED AS
COLLECTOR ELEMENTS PER IBC SECTION 1613 AND
ASCE 7 SECTION 12.10 WITH STRENGTH TO RESIST
APPLICABLE LOAD COMBINATIONS OF IBC SECTION
1605.4 AND ASCE 7 SECTION 12.4.

7. ALL LOADS SUPPORTED BY OPEN WEB STEEL
JOISTS AND GIRDERS SHALL BE LOCATED WITHIN 6" OF
JOIST OR GIRDER PANEL POINT OR THE JOIST OR
GIRDER SHALL BE REINFORCED PER DETAIL D1/SF511.

8. SEE DETAIL A4/SF512 FOR SUPPORT OF HANGING
MECHANICAL UNITS.

9. HORIZONTAL AND CROSS BRIDGING SHALL BE SIZED
AND SUPPLIED BY THE JOIST MANUFACTURER.
CONNECT TO WALLS AS INDICATED IN DETAILS.

10. WHERE SKYLIGHTS OR MECHANICAL UNITS
INTERRUPT HORIZONTAL BRIDGING PROVIDE CROSS
BRIDGING AT JOIST SPACES ON EACH SIDE. TYPICAL.

11. OPEN WEB STEEL JOISTS SPANNING MORE THAN
60'-0" SHALL HAVE 7.1/2" DEEP JOIST BEARING ENDS.
ALL OTHER OPEN WEB STEEL JOISTS SHALL HAVE 5"
DEEP BEARING ENDS.

12. DESIGN ALL ROOF JOISTS FOR A 12 PSF NET UPLIFT
DUE TO WIND.

SPECIAL DECK AREA

OPENING

ROOF DECK

CHANGE IN ELEVATION

CONCRETE ON METAL DECK

STEEL BRACED FRAME

MOMENT CONNECTION

CROSS BRIDGING

HORIZONTAL BRIDGING

STEEL BEAM OR GIRDER

STEEL JOIST OR PURLIN

ROOF FRAMING PLAN LEGEND

CONCRETE LINTEL IN CONCRETE WALL

STEEL COLUMN - TUBE

STEEL COLUMN - WIDE FLANGE

CONCRETE WALL

CONCRETE JAMB COLUMN POURED
MONOLITHIC WITH CONCRETE WALL

COLLECTOR CONNECTION SEE B1/SF601

COLLECTOR/CHORD CONNECTION
AT BEAMS PARALLEL TO MARK. SEE
A1/SF513

0"

STEEL ANGLE BRACE / KICKER. SEE
A1/S511 FOR SLAB EDGE KICKER.

ROOF TIE-BACK LOCATION
SEE TIE-BACK DETAILS
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ROOF FRAMING PLAN NOTES

1. VERIFY SIZE, WEIGHT, LOCATION AND
CONFIGURATION OF ALL ROOF TOP EQUIPMENT WITH
ARCHITECT AND MECHANICAL ENGINEER. PROVIDE
STEEL FRAMES FOR SUPPORT OF ROOF TOP
EQUIPMENT AS INDICATED IN DETAIL D3/SF511
COORDINATE OPENINGS WITH MECHANICAL AND
ELECTRICAL AND GENERAL CONTRACTORS.

2. ALL ROOF OPENINGS SHALL BE FRAMED AS
INDICATED IN DETAIL D2/SF511. FOR ROUND OPENINGS
WHICH ARE LESS THAN 12" DIA. SEE DETAIL D4/SF511.

3. SEE ARCHITECTURAL FOR ROOF SLOPES AND
DRAINS. SEE D5 & C1/SF511 FOR ROOF DRAIN OPENING
FRAME.

4. OPEN WEB STEEL JOISTS AND JOIST GIRDERS
SHALL BE DESIGNED BY THE MANUFACTURER TO
SUPPORT THE MECHANICAL AND LATERAL LOADS
SHOWN ON THE ROOF FRAMING PLANS IN ADDITION
TO THE UNIFORM AND POINT LOADS SHOWN.

5. ±#.#K ADD - INDICATES ADDITIONAL UPLIFT /
DOWNWARD FORCE ON STEEL JOIST IN ADDITION TO
REGULAR LOADS.

6. T/C=##K - INDICATES ADDITIONAL TOP CHORD AXIAL
FORCE ON STEEL JOIST OR GIRDER IN ADDITION TO
REGULAR LOADS. THIS FORCE IS A SEISMIC LRFD
LOAD THAT SHALL BE CONSIDERED IN BOTH TENSION
AND COMPRESSION; INCLUDES APPLICABLE
OVERSTRENGTH FACTORS FROM IBC SECTION 1613
AND ASCE 7 SECTION 12.10. STEEL JOISTS AND
GIRDERS WITH T/C FORCE SHALL BE DESIGNED AS
COLLECTOR ELEMENTS PER IBC SECTION 1613 AND
ASCE 7 SECTION 12.10 WITH STRENGTH TO RESIST
APPLICABLE LOAD COMBINATIONS OF IBC SECTION
1605.4 AND ASCE 7 SECTION 12.4.

7. ALL LOADS SUPPORTED BY OPEN WEB STEEL
JOISTS AND GIRDERS SHALL BE LOCATED WITHIN 6" OF
JOIST OR GIRDER PANEL POINT OR THE JOIST OR
GIRDER SHALL BE REINFORCED PER DETAIL D1/SF511.

8. SEE DETAIL A4/SF512 FOR SUPPORT OF HANGING
MECHANICAL UNITS.

9. HORIZONTAL AND CROSS BRIDGING SHALL BE SIZED
AND SUPPLIED BY THE JOIST MANUFACTURER.
CONNECT TO WALLS AS INDICATED IN DETAILS.

10. WHERE SKYLIGHTS OR MECHANICAL UNITS
INTERRUPT HORIZONTAL BRIDGING PROVIDE CROSS
BRIDGING AT JOIST SPACES ON EACH SIDE. TYPICAL.

11. OPEN WEB STEEL JOISTS SPANNING MORE THAN
60'-0" SHALL HAVE 7.1/2" DEEP JOIST BEARING ENDS.
ALL OTHER OPEN WEB STEEL JOISTS SHALL HAVE 5"
DEEP BEARING ENDS.

12. DESIGN ALL ROOF JOISTS FOR A 12 PSF NET UPLIFT
DUE TO WIND.
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ROOF FRAMING PLAN LEGEND
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STEEL COLUMN - TUBE

STEEL COLUMN - WIDE FLANGE

CONCRETE WALL

CONCRETE JAMB COLUMN POURED
MONOLITHIC WITH CONCRETE WALL

COLLECTOR CONNECTION SEE B1/SF601

COLLECTOR/CHORD CONNECTION
AT BEAMS PARALLEL TO MARK. SEE
A1/SF513

0"

STEEL ANGLE BRACE / KICKER. SEE
A1/S511 FOR SLAB EDGE KICKER.

ROOF TIE-BACK LOCATION
SEE TIE-BACK DETAILS

HSS4x4x3/16HSS4x4x3/16

B3

SF511

TYP/BLW

+/-2.8k

TYP

B4

SF514
TYP

LI
C

E
N

S
E

D
CE

RTIFIED STRUCTURAL
E

N
G

IN
E

ERMARK R.
HARRIS

NO.
178779

U T A H

SHEET NUMBER

1

A

B B

C

D

E

A

C

D

E

2 3 4 5

1 2 3 4 5

ISSUED:

MHTN PROJECT NO.

SEAL

DRAWN BY: CHECKED BY:

SHEET NAME

DESCRIPTIONDATENO.

CONTRACTOR TO VERIFY DRAWINGS IN FIELD USE REFLECT LAST
REVISION DATE.

DESCRIPTIONDATENO.

MHTN Architects, Inc.
420 East South Temple
Suite 100
Salt Lake City, Utah 84111
Telephone (801) 595-6700
Telefax (801) 595-6717
www.mhtn.com

622 Emerson, Suite 200
St. Louis, MO 63141
Tel. 314.863.5717
Fax. 314.863.2823
www.hastingschivetta.com

BUILDING OFFICIAL STAMP

04/15/2013

5
/1

3
/2

0
1
3
 5

:0
4
:5

4
 P

M

1
8
3
6
 E

. 
B

A
L
L
IF

 R
O

A
D

S
A

L
T

 L
A

K
E

 C
IT

Y
, 
U

T
A

H
 8

4
1
1
2

C
:\
R

e
v
it
 M

o
d
e
ls

\2
0
1
0
-2

7
1
 U

U
 S

tu
d
e
n
t 
L
if
e
 C

n
tr

 S
tr

u
c
t-

C
e
n
tr

a
l_

y
w

ill
ia

m
s
.r

v
t

HIGH ROOF
FRAMING PLAN -
WEST

SF106C

S
T

U
D

E
N

T
 L

IF
E

 C
E

N
T

E
R

U
N

IV
E

R
S

IT
Y

 O
F

 U
T

A
H

YW RM

PROJ 2010562

BID DOCUMENTS
May 15, 2013

SCALE:SF106C  1/8" = 1'-0"

A2 HIGH ROOF FRAMING PLAN - WEST

0' 4'-0" 8'-0" 16'-0"
1/8" =1'-0''

SCALE:SF106C  1/8" = 1'-0"

D3 SOLAR PANEL SUPPORT FRAMING PLAN

KEYPLAN

A

BC

2 APR 15, 2013 DFCM Comments



GGHHFF

EE

DD

CC

BB

AA

FC2.0CFW-1

CFW-1

C
F

W
-1

F
C

2.
0

F
C

2.
0

C
F

W
-1

TOF = 97' - 6"

4" THICK UNREINFORCED CONC
SLAB ON VAPOR BARRIER OVER 4"
GRANULAR FILL, TOS=86'-0"
TYPICAL, U.N.O. CONTROL JOINTS
SPACED @ 10'-0" O.C. MAX, TYP

38' - 0"

19' - 0" 19' - 0"

52
' -

 0
"

15
' -

 0
"

11
' -

 0
"

11
' -

 0
"

15
' -

 0
"

C.J.

C
.J

.

C
.J

.

C
.J

.

FC2.0

SF107

D5

TYP

C.J.

C.J.

C.J.

CFW-1

CFW-1

C
F

W
-1

CFW-1

C
F

W
-1

FC3.5

F
C

3.
5

FC3.5

F
C

3.
5

FC3.5

B1

SB501

B1

SB501

B1

SB501

D4

SB501

TYP

TYP

TYP

TYP

GGHHFF

EE

DD

CC

BB

AA

38' - 0"

19' - 0" 19' - 0"

52
' -

 0
"

15
' -

 0
"

11
' -

 0
"

11
' -

 0
"

15
' -

 0
"

1.
1/

2"
 D

E
E

P
 2

0
G

A
 T

Y
P

E
 'B

'
R

O
O

F
 D

E
C

K

8 
E

Q
 S

P
C

S

H
O

R
IZ

O
N

T
A

L 
B

R
ID

G
I N

G

28
K

 (
36

0/
23

5)
 W

/ 2
 R

O
W

S

C5

SF512

C5

SF512

C4

SF512

C3

SF512

TYP

TYP

TYP

TYP

CFW-1

CFW-1

C
F

W
-1

C
F

W
-1

28K (440/315)

28K (440/315)

C
L-

4
C

L-
4

C
L-

4
C

L-
4

D2

SF512

C1

SF512

TYP

TYP

CONCRETE WALL

6-#4 VERT W/ #4
TIES @ 6" O.C.

LI
C

E
N

S
E

D
CE

RTIFIED STRUCTURAL
E

N
G

IN
E

ERMARK R.
HARRIS

NO.
178779

U T A H

SHEET NUMBER

1

A

B B

C

D

E

A

C

D

E

2 3 4 5

1 2 3 4 5

ISSUED:

MHTN PROJECT NO.

SEAL

DRAWN BY: CHECKED BY:

SHEET NAME

DESCRIPTIONDATENO.

CONTRACTOR TO VERIFY DRAWINGS IN FIELD USE REFLECT LAST
REVISION DATE.

DESCRIPTIONDATENO.

MHTN Architects, Inc.
420 East South Temple
Suite 100
Salt Lake City, Utah 84111
Telephone (801) 595-6700
Telefax (801) 595-6717
www.mhtn.com

622 Emerson, Suite 200
St. Louis, MO 63141
Tel. 314.863.5717
Fax. 314.863.2823
www.hastingschivetta.com

BUILDING OFFICIAL STAMP

04/15/2013

5
/1

3
/2

0
1
3
 5

:0
4
:5

7
 P

M

1
8
3
6
 E

. 
B

A
L
L
IF

 R
O

A
D

S
A

L
T

 L
A

K
E

 C
IT

Y
, 
U

T
A

H
 8

4
1
1
2

C
:\
R

e
v
it
 M

o
d
e
ls

\2
0
1
0
-2

7
1
 U

U
 S

tu
d
e
n
t 
L
if
e
 C

n
tr

 S
tr

u
c
t-

C
e
n
tr

a
l_

y
w

ill
ia

m
s
.r

v
t

STORAGE SHED
PLANS

SF107

S
T

U
D

E
N

T
 L

IF
E

 C
E

N
T

E
R

U
N

IV
E

R
S

IT
Y

 O
F

 U
T

A
H

YW RM

PROJ 2010562

BID DOCUMENTS
May 15, 2013

SCALE:SF107  1/8" = 1'-0"

A4 STORAGE SHED FOOTING & FOUNDATION PLAN

SCALE:SF107  1/8" = 1'-0"

A3 STORAGE SHED ROOF FRAMING PLAN

NOTES:
1. SEE SB1.02 FOR FOOTING &
FOUNDATION PLAN LEGEND & NOTES.
2. SEE S115 FOR ROOF FRAMING PLAN
LEGEND & NOTES.
3.  FOOTING SIZED FOR 2,000 PSF
BEARING PRESSURE.  PROVIDE ONE
FOOT MINIMUM STRUCTURAL FILL
BENEATH FOOTING.

NO SCALESF107

D5

TYPICAL STORAGE SHED JAMB COLUMN - PLAN
VIEW

2 APR 15, 2013 DFCM Comments



SF207
C2

SF207

A2

1

1

2

2

3

3

4

4

5

5

6

7

B

C

E

F

G

J

K

A

H

D

6.2

SF203

D4

SF204

A1

SF202
A3

SF204

A3

SF204

A2

SF202 A4

SF202
A5

0.9

0.9

0.8

0.8

0.7

0.6

0.6

G.5

C.5

W
21

x4
4 

(1
6)

W12x19 (12)

W12x19 (12)

W12x16 (11)

W
18

x3
5 

(8
,3

,6
)

W
16

x2
6 

(7
,5

,1
,2

)

W12x19 (13)

W21x48 (16)

W12x16 (13)

W12x16 (13)

STAIR #3

STAIR #2

W14x22 (8)

W14x22 (16)

W
18

x3
5 

(2
2)

W14x22 (18)

W14x22 (16)

W14x22 (18)

CFW-6

CFW-3

CP-1

CP-1

3.
1/

4"
 T

H
IC

K
 L

IG
H

T 
W

E
IG

H
T

C
O

N
C

R
E

TE
 O

V
E

R
 3

" D
E

E
P

20
G

A
 T

Y
P

E
 'W

' S
TE

E
L 

D
E

C
K

(6
.1

/4
" 

TO
TA

L 
TH

IC
K

N
E

S
S

)

W
12

x1
4

W
8x

10

W
8x

10

W8x10

W
8x10

C4

SF501

TYP

D1

SF505

C4

SF601

W12x16 (10)

B5

SF505

B4

SF505

W
12

x1
6 

(1
2)

W8x10

3" TOPPING
SLAB

4"

D1

SF502

BLW

W
8x

10

W
8x

10W8x10

W
8x

10

W
8x

10

W8x10

W8x10

W8x10

W
8x

10

X-HATCHED AREA
INDICATES SLAB
REINFORCED W/
#4 @ 18" O.C., E.W.

C3

SF503

TYP

M
L-

4

X-HATCHED AREA
INDICATES SLAB
REINFORCED W/
#4 @ 18" O.C., E.W.

W21x50 (3,6,9)

W18x35 (7,7)

W
18

x3
5 

(2
0)

W
18

x4
0 

(2
5)

W
18

x3
5 

(2
2)

W
18

x4
0 

(2
5)

W
21

x4
4 

(2
3)

W
21

x4
4 

(2
3)

W8x10
W8x10

21' - 4"

21' - 4"

21' - 4"

21' - 4"

21' - 4"

21' - 4"

24' - 4"

24' - 4"

24' - 4"

4.000°

21' - 4"

21' - 4"

21' - 4"

21' - 4"

21' - 4"

21' - 4"

24' - 4"

24' - 4"

24' - 4"

21
' -

 4
"

19
' -

 4
"

2'
 - 

0"

21
' -

 4
"

21
' -

 4
"

21
' -

 4
"

17
' -

 5
"

11
' -

 0
"

13
5'

 - 
1"

CP-2

C
FW

-3

CFW-3

CFW-3

CFW-3

SF206
C2

SF206
C1

SF206

C4

SF206

C3

C2

SF505

HSS8X8X5/16

HSS8X8X5/16

HSS8X8X5/16

HSS8X8X5/16

HSS8X8X5/16

CSS-6

3 EQ SPCS

C
FW

-4

C
FW

-4 CFW-4

C
FW

-4

CFW-4

CFW-4

C
L-

6

CL-6

C
L-

6

STEEL GRATING:
1.3/4"x3/16" BEARING BARS
SPACED AT 1.3/16" O.C.

STEEL GRATING:
1.3/4"x3/16" BEARING BARS
SPACED AT 1.3/16" O.C.

W14x22

3.1/4" THICK LIGHT WEIGHT

CONC REINF W/ #4 @ 18"

O.C., E.W. OVER 3" DEEP

20GA TYPE 'W' STEEL DECK

(6.1/4" TOTAL THICKNESS)

0.5

C.6

HSS8X8X5/16

HSS8X8X5/16

HSS8X8X5/16

H
S

S
8X

8X
5/

16

HSS8X8X5/16

H
S

S
8X

8X
5/

16

H
S

S
8X

8X
5/

16

H
S

S
8X

8X
5/

16

W
12

x1
4

C5

SF502

SF205
C1

W8x10

D3

SF504

B5

SF504

C
FW

-3
 / 

C
FW

-1
 A

B
V

 C
S

S

D1

SF505

C4

SF505

C4

SF501 A3

SF505

HATCHED AREA INDICATES
3" TOPPING SLAB OVER
RIGID INSULATION

6" CONCRETE
CURB

DRAINS

SB502

D3

CL-6

RECESSED/DEPRESSED SLAB ON
METAL DECK

SPECIAL DECK AREA

OPENING

ROOF DECK

CHANGE IN ELEVATION

CONCRETE ON METAL DECK

STEEL BRACED FRAME

MOMENT CONNECTION

STEEL BEAM OR GIRDER

STEEL JOIST OR PURLIN

CROSS BRIDGING

HORIZONTAL BRIDGING

FLOOR FRAMING PLAN LEGEND

CONCRETE LINTEL IN CONCRETE WALL

CONCRETE COLUMN IN CONCRETE WALL

MASONRY COLUMN IN MASONRY WALL

MASONRY WALL

MASONRY LINTEL IN MASONRY WALL

STEEL COLUMN - TUBE

STEEL COLUMN - WIDE FLANGE

CONCRETE WALL

CONCRETE COLUMN

CONCRETE JAMB COLUMN POURED
MONOLITHIC WITH CONCRETE WALL

COLLECTOR CONNECTION SEE B1/S601

LEG-FLOOR

0"

1. SEE D4/SF501 FOR SLAB REINFORCING OVER
GIRDERS.
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B1/S501 FOR SLAB EDGE KICKER.

ROOF TIE-BACK LOCATION
SEE TIE-BACK DETAILS

LI
C

E
N

S
E

D
CE

RTIFIED STRUCTURAL
E

N
G

IN
E

ERMARK R.
HARRIS

NO.
178779

U T A H

SHEET NUMBER

1

A

B B

C

D

E

A

C

D

E

2 3 4 5

1 2 3 4 5

ISSUED:

MHTN PROJECT NO.

SEAL

DRAWN BY: CHECKED BY:

SHEET NAME

DESCRIPTIONDATENO.

CONTRACTOR TO VERIFY DRAWINGS IN FIELD USE REFLECT LAST
REVISION DATE.

DESCRIPTIONDATENO.

MHTN Architects, Inc.
420 East South Temple
Suite 100
Salt Lake City, Utah 84111
Telephone (801) 595-6700
Telefax (801) 595-6717
www.mhtn.com

622 Emerson, Suite 200
St. Louis, MO 63141
Tel. 314.863.5717
Fax. 314.863.2823
www.hastingschivetta.com

BUILDING OFFICIAL STAMP

04/15/2013

5
/1

3
/2

0
1
3
 5

:0
5
:0

1
 P

M

1
8
3
6
 E

. 
B

A
L
L
IF

 R
O

A
D

S
A

L
T

 L
A

K
E

 C
IT

Y
, 
U

T
A

H
 8

4
1
1
2

C
:\
R

e
v
it
 M

o
d
e
ls

\2
0
1
0
-2

7
1
 U

U
 S

tu
d
e
n
t 
L
if
e
 C

n
tr

 S
tr

u
c
t-

C
e
n
tr

a
l_

y
w

ill
ia

m
s
.r

v
t

FIRST FLOOR
PLAN - WEST ALT
#1

SF110

S
T

U
D

E
N

T
 L

IF
E

 C
E

N
T

E
R

U
N

IV
E

R
S

IT
Y

 O
F

 U
T

A
H

YW RM

PROJ 2010562

BID DOCUMENTS
May 15, 2013

SCALE:SF110  1/8" = 1'-0"

A2 FIRST FLOOR FRAMING PLAN - WEST

0' 4'-0" 8'-0" 16'-0"
1/8" =1'-0''
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CROSS BRIDGING

HORIZONTAL BRIDGING
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STEEL COLUMN - WIDE FLANGE
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CONCRETE COLUMN

CONCRETE JAMB COLUMN POURED
MONOLITHIC WITH CONCRETE WALL

COLLECTOR CONNECTION SEE B1/S601

LEG-FLOOR

0"

1. SEE D4/SF501 FOR SLAB REINFORCING OVER
GIRDERS.

2. SEE DETAILS D1/S501 FOR MISCELLANEOUS
FLOOR OPENINGS.

3. SEE GENERAL STRUCTURAL NOTE (V.J.7) FOR
STEEL DECK REQUIREMENTS WHERE 3-SPAN
CONDITIONS ARE NOT POSSIBLE.

4. SEE TYPICAL REINFORCING AROUND MISC OR
RECESSED MASONRY OPENINGS FOR OPENINGS
OR RECESSES IN MASONRY WALLS.

5.  5.1/2" LONG HSA AT 3.1/2" STEEL FLOOR DECK &
5" HSA AT 3" STEEL FLOOR DECK.

FLOOR FRAMING PLAN NOTES
NOTE-FLOOR

STEEL ANGLE BRACE / KICKER. SEE
B1/S501 FOR SLAB EDGE KICKER.

ROOF TIE-BACK LOCATION
SEE TIE-BACK DETAILS
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SCALE:SF201  1/8" = 1'-0"

C2 BRACED FRAME ELEVATION ALONG GRID 'W1'

SCALE:SF201  1/8" = 1'-0"

B3 BRACED FRAME ELEVATION ALONG GRID 'G'

SCALE:SF201  1/8" = 1'-0"

B1 MOMENT FRAME ELEVATION ALONG GRID '6'

SCALE:SF201  1/8" = 1'-0"

D1 TRUSS BRIDGING ELEVATION
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1. VERIFY ALL DATUM ELEVATIONS W/
ARCHITECTURAL DRAWINGS.

2. VERIFY ALL OPENING LOCATIONS AND
DIMENSIONS WITH ARCHITECTURAL.

3. CONCRETE JAMB COLUMN LOCATIONS ARE
APPOROXIMATE.  SEE ARCHITECTURAL FOR
OFFSET DISTANCE FOR DOOR JAMBS, WINDOW
JAMBS AND ANY ARCHITECTURAL COVERS.

4. SEE TYPICAL OPENINGS THROUGH CONCRETE
WALLS FOR OPENINGS IN CONCRETE SHEAR WALL.

5. EXTEND ALL HORIZONTAL LINTEL BARS CLASS 'B'
SPLICE LENGTH BEYOND EDGES OF OPENINGS
U.N.O.

6. HORIZONTAL WALL REINFORCING SHALL EXTEND
FULL DEPTH INTO FULL DEPTH OF JAMB AND END
WITH STANDARD 90° HOOK.
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SCALE:SF202  1/8" = 1'-0"

A1 CONC SHEAR WALL ELEVATION ALONG '1'

SCALE:SF202  1/8" = 1'-0"

D2 CONC SHEAR WALL ELEVATION ALONG '10'

SCALE:SF202  1/8" = 1'-0"

A3 CONC SHEAR WALL ELEVATION ALONG '3'

SCALE:SF202  1/8" = 1'-0"

D1 CONC SHEAR WALL ELEVATION ALONG '8'

SCALE:SF202  1/8" = 1'-0"

A4 CONC SHEAR WALL ELEVATION ALONG '6.2'

SCALE:SF202  1/8" = 1'-0"

D3 CONC SHEAR WALL ELEVATION ALONG '13' NORTH

SCALE:SF202  1/8" = 1'-0"

D4 CONC SHEAR WALL ELEVATION ALONG '13' SOUTH

SCALE:SF202  1/8" = 1'-0"

A5 CONC SHEAR WALL ELEVATION ADJ TO GRID '7'

NO SCALESF202

C4 CONCRETE JAMB COLUMN - PLAN VIEW

NO SCALESF202

C5 CONCRETE JAMB COLUMN - PLAN VIEW

NO SCALESF202

C3 CONCRETE JAMB COLUMN - PLAN VIEW

SCALE:SF202  1/8" = 1'-0"

A2 CONC SHEAR WALL ELEVATION ADJ TO GRID '2'

NO SCALESF202

C2 CONCRETE JAMB COLUMN - PLAN VIEW

NO SCALESF202

C1 CONCRETE LINTEL/BEAM

NO SCALESF202

D5 CONCRETE JAMB COLUMN - PLAN VIEW
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ARCHITECTURAL DRAWINGS.
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DIMENSIONS WITH ARCHITECTURAL.
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SCALE:SF203  1/8" = 1'-0"

D4 CONC SHEAR WALL ELEVATION ALONG 'A'

SCALE:SF203  1/8" = 1'-0"

A2 CONC SHEAR WALL ELEVATION ALONG '13.5' SOUTH

SCALE:SF203  1/8" = 1'-0"

A4 CONC SHEAR WALL ELEVATION ALONG '17.9' SOUTH

SCALE:SF203  1/8" = 1'-0"

A1 CONC SHEAR WALL ELEVATION ALONG '13.5' NORTH

SCALE:SF203  1/8" = 1'-0"

D2 CONC SHEAR WALL ELEVATION ALONG '18'

NO SCALESF203

C4 CONCRETE JAMB COLUMN - PLAN VIEW

SCALE:SF203  1/8" = 1'-0"

D1 CONC SHEAR WALL ELEVATION ALONG GRID '17.9' NORTH

NO SCALESF203

C3 CONCRETE JAMB COLUMN - PLAN VIEW
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1. VERIFY ALL DATUM ELEVATIONS W/
ARCHITECTURAL DRAWINGS.

2. VERIFY ALL OPENING LOCATIONS AND
DIMENSIONS WITH ARCHITECTURAL.

3. CONCRETE JAMB COLUMN LOCATIONS ARE
APPOROXIMATE.  SEE ARCHITECTURAL FOR
OFFSET DISTANCE FOR DOOR JAMBS, WINDOW
JAMBS AND ANY ARCHITECTURAL COVERS.

4. SEE TYPICAL OPENINGS THROUGH CONCRETE
WALLS FOR OPENINGS IN CONCRETE SHEAR WALL.

5. EXTEND ALL HORIZONTAL LINTEL BARS CLASS 'B'
SPLICE LENGTH BEYOND EDGES OF OPENINGS
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SCALE:SF204  1/8" = 1'-0"

A3 CONC SHEAR WALL ELEVATION ALONG 'K'

SCALE:SF204  1/8" = 1'-0"

D2 CONC SHEAR WALL ELEVATION ALONG 'M'

SCALE:SF204  1/8" = 1'-0"

D3 CONC SHEAR WALL ELEVATION ADJACENT TO GRID 'N'

SCALE:SF204  1/8" = 1'-0"

D4 CONC SHEAR WALL ELEVATION ADJACENT TO GRID 'V'

SCALE:SF204  1/8" = 1'-0"

A1 CONC SHEAR WALL ELEVATION ALONG 'B'

SCALE:SF204  1/8" = 1'-0"

A2 CONC SHEAR WALL ELEVATION ALONG 'J'

SCALE:SF204  1/8" = 1'-0"

A5 CONC SHEAR WALL ELEVATION ALONG 'L'

SCALE:SF204  1/8" = 1'-0"

D1 CONC SHEAR WALL ELEVATION ADJACENT TO '17'
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SCALE:SF205  1/8" = 1'-0"

D3 CONC SHEAR WALL ELEVATION ADJACENT TO GRID 'W'

SCALE:SF205  1/8" = 1'-0"

D4 CONC SHEAR WALL ELEVATION ALONG 'X'

SCALE:SF205  1/8" = 1'-0"

A2 CONC SHEAR WALL ELEVATION ADJACENT TO GRID 'Z'

SCALE:SF205  1/8" = 1'-0"

A4 CONC SHEAR WALL ELEVATION - TYP

SCALE:SF205  1/8" = 1'-0"

A5 CONC SHEAR WALL ELEVATION - ELEVATOR EAST

SCALE:SF205  1/8" = 1'-0"

D2 CONC SHEAR WALL ELEV - ELEVATOR WEST

NO SCALESF205

C5 CONCRETE JAMB COLUMN - PLAN VIEW

NO SCALESF205

C4 CONCRETE JAMB COLUMN - PLAN VIEW

SCALE:SF205  1/8" = 1'-0"

C1 CONC SHEAR WALL ELEVATION ADJ TO GRID '2' ALT #1
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SCALE:SF206  1/8" = 1'-0"

C1 ALT. #1 CONC SHEAR WALL ELEV. AT GRID '0.7'

SCALE:SF206  1/8" = 1'-0"

C2 ALT. #1 CONC SHEAR WALL ELEV. AT GRID '1'

SCALE:SF206  1/8" = 1'-0"

C3 ALT. #1 CONC SHEAR WALL ELEV. ATGRID 'C'

SCALE:SF206  1/8" = 1'-0"

C4 ALT. #1 CONC SHEAR WALL ELEV. ATGRID 'C.5'

NO SCALESF206

B3 CONCRETE JAMB COLUMN - PLAN VIEW
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SCALE:SF207  1/8" = 1'-0"

C1 EAST ELEVATION

SCALE:SF207  1/8" = 1'-0"

A2 SOUTH ELEVATION

SCALE:SF207  1/8" = 1'-0"

C2 WEST ELEVATION
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NO SCALESF212

D1

SPECIAL CONCENTRICALLY BRACED FRAME
CONNECTION SCHEDULE - TUBE BRACES

NO SCALESF212

D4

TYPICAL GUSSET PLATE CONNECTION AT STEEL
BEAM

NO SCALESF212

D3

TYPICAL STEEL GUSSET PLATE CONNECTION AT
STEEL BEAM

NO SCALESF212

C2

TYPICAL STEEL TUBE BRACE REINFORCING
RODS

NO SCALESF212

C1

DRAG STRUT CONNECTION W/ TOP FLANGE
GROOVE WELD

NO SCALESF212

B5 TYPICAL ELEVATION OF PROTECTED ZONE OF STEEL BRACE FRAME

NO SCALESF212

B2 TYPICAL BRACED FRAME DETAIL

NO SCALESF212

B1 TYPICAL BRACED FRAME DETAIL
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SEE G.S.N. FOR BACKER BAR, WELD TAB REMOVAL AND REINFORCING WELDS.

ONE-SIDE FILLET WELD SHALL BE THE PLATE THICKNESS MINUS 1/16" (1/4" MIN.
TYPICAL)

BEAM WEB CONNECTION PLATES. THICKNESS EQUALS 3/8" W/ (2) 7/8" ERECTION
BOLTS.

THICKNESS EQUALS 3/8".
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5/16

2

1
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EXTEND PLATE FLUSH
WITH COLUMN FLANGES

REMOVE WELD TABS TO
1/4" MAX FROM EDGE
OF CONTINUITY PLATE.
GRIND EDGE SMOOTH
(500u-IN) NOT FLUSH.
SMOOTH EDGE AFTER
CUTTING

FILLET WELD SIZE = 5/8
PLATE THICKNESS

CJP TYPICAL. FOR
EXTERIOR BEAM-
COLUMN
CONNECTIONS (BEAM
ONE SIDE ONLY), WELD
OF CONTINUITY PLATE
TO COLUMN FLANGE AT
FREE SIDE MAY BE
FILLET WELDS 5/8 THE
PLATE THICKNESS AT
TOP AND BOTTOM
FACE OF PLATE

1

2

2
1/4

"
 

1/4"1/4"
3 3/4" 

SF205/C2

TYP

TYP

4"x3/8"x4" GUSSET
PLATE EACH END

STEEL BEAM OR
STEEL JOIST

ROOF DECK 1/4
TYP

DIAGONAL BRACE AT EACH
END OF MOMENT FRAME
BEAMS. SEE SCHEDULE

MOMENT
FRAME BEAM

3/16" 4"

NO SCALESF221

D2

MOMENT FRAME STEEL BEAM TO MOMENT
FRAME STEEL COLUMN BOLT SCHEDULE

NO SCALESF221

C4 REDUCED BEAM SECTION SCHEDULE

NO SCALESF221

C5

TYPICAL CONTINUITY PLATE CONFIGURATION
AND WELDING AT MOMENT FRAME CONNECTION

NO SCALESF221

C3

TYPICAL MOMENT FRAME BRACE DETAIL AT
ROOF
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SCALE:SF401  1/8" = 1'-0"

D1 STAIR 1 - LEVEL 1 ENLARGED FLOOR FRAMING PLAN

SCALE:SF401  1/8" = 1'-0"

D2 STAIR 1 - LEVEL 2 ENLARGED FLOOR FRAMING PLAN

SCALE:SF401  1/8" = 1'-0"

D3 STAIR 1 - LEVEL 3 ENLARGED STAIR FRAMING PLAN

SCALE:SF401  1/4" = 1'-0"

C5 STAIR 3 - INTERMEDIATE LANDING BELOW LEVEL 2

SCALE:SF401  1/4" = 1'-0"

A3 ALTERNATE STAIR  - LEVEL 2 ENLARGED FLOOR FRAMING PLAN

SCALE:SF401  1/4" = 1'-0"

A4 ALTERNATE STAIR  - LEVEL 3 ENLARGED FLOOR FRAMING PLAN



7

8

S

TT

UU

VV

11

H

W16x36

W
8x

10

W
8x

10

W
8x

10

W
8x

10

W10x12

W
10

x1
2

W8x10

W
8x

10

W
8x

10

W8x10

H
S

S
10

x1
0x

3/
8

H
S

S
10

x1
0x

3/
8

W
8x

10

W
14

x6
1

W10x12

W
10

x1
5

H
S

S
10

x8
x5

/1
6

W
10

x1
2

W10x12

H
S

S
10

x8
x5

/1
6

W
10

X
19

1.1/2" DEEP 20 GA

TYPE 'B' ROOF DECK

W10x12

W10x12

W8x10

W8x10
W8x10

W
8x

10

1'
 - 

6"

W
10

x1
2

W
14

x6
8

W
8x

10

W
8x

10

W
8x

10

W
8x

10

W
8x

10

3 EQ SPACES

3 EQ SPCS

3 EQ SPCS

2 EQ SPCS

W
10

x1
2

C4

SF601

SIM

C3

SF601

TYP

1' - 0"

D4

SF514
TYP

1'
 - 

6"

W14x22

WELD W14x22 TO
COLUMN PER D4

SF513

7.5

7.5

10.9

B4

SF622

TYP

18

18

U

V

17.9

17.9

W12x35

W
12

x1
4

W12x35

W
10

x1
2

W
10

x1
2

W
10

x1
2

W10x12

W
10

x1
2

W10x12

HSS3x
3x

1/
4

HANGER A
BV

2 EQ SPCS

5'
 -

 0
"

C4

SF601

C4

SF601

A1

SF511

TYP

A1

SF511
TYP

D1

SF601

W
10

x1
2

8"

1.1/2" DEEP
TYPE 'B' 20GA
ROOF DECK

D2

SF512

WW

XX

Y

10.5

10.5

HSS6x2x3/16
TYP SEE

SF513

C4

HSS8x4x5/16 TAPERED
STEEL TUBE BEAM &
HSS4x2x3/16 (HIGH &
LOW) SEE
TYP SF513

C4

C4

SF513

TYP

10.9

L

13

13

12

12

W8x15

W
8x

21

W
8x

21

W
8x

21

W
8x

21

W8x35

HSS3x
3x

3/1
6 A

BV

W
8x

21

W
8x

21

1' - 2"3 EQ SPCS

1.1/2" DEEP
TYPE 'B' 20GA
ROOF DECK

D1

SF601

C4

SF601

A1

SF511

TYP

TYP TYP

MITER BEAM ENDS
& BEND EDGE
ANGLE PER ARCH'L

W
8x

21
W

8x
21

15' - 6"

L.6

D.8

1312

1.1/2" DEEP
TYPE 'B' 20GA
ROOF DECK

D1

SF601

C4

SF601A1

SF511

TYP

TYP

TYP

MITER BEAM
ENDS PER ARCH'L

W8x10

W
8x

10

W8x31

W
8x

10

W
8x

10

W
8x

10

W
8x

10

3 EQ SPCS

HSS3x
3x

3/1
6 A

BV

15' - 6"

W
8x

10

W
8x

10

W
8x

10

C.7

LI
C

E
N

S
E

D
CE

RTIFIED STRUCTURAL
E

N
G

IN
E

ERMARK R.
HARRIS

NO.
178779

U T A H

SHEET NUMBER

1

A

B B

C

D

E

A

C

D

E

2 3 4 5

1 2 3 4 5

ISSUED:

MHTN PROJECT NO.

SEAL

DRAWN BY: CHECKED BY:

SHEET NAME

DESCRIPTIONDATENO.

CONTRACTOR TO VERIFY DRAWINGS IN FIELD USE REFLECT LAST
REVISION DATE.

DESCRIPTIONDATENO.

MHTN Architects, Inc.
420 East South Temple
Suite 100
Salt Lake City, Utah 84111
Telephone (801) 595-6700
Telefax (801) 595-6717
www.mhtn.com

622 Emerson, Suite 200
St. Louis, MO 63141
Tel. 314.863.5717
Fax. 314.863.2823
www.hastingschivetta.com

BUILDING OFFICIAL STAMP

04/15/2013

5
/1

3
/2

0
1
3
 5

:0
6
:2

0
 P

M

1
8
3
6
 E

. 
B

A
L
L
IF

 R
O

A
D

S
A

L
T

 L
A

K
E

 C
IT

Y
, 
U

T
A

H
 8

4
1
1
2

C
:\
R

e
v
it
 M

o
d
e
ls

\2
0
1
0
-2

7
1
 U

U
 S

tu
d
e
n
t 
L
if
e
 C

n
tr

 S
tr

u
c
t-

C
e
n
tr

a
l_

y
w

ill
ia

m
s
.r

v
t

ENLARGED
FRAMING PLANS

SF402

S
T

U
D

E
N

T
 L

IF
E

 C
E

N
T

E
R

U
N

IV
E

R
S

IT
Y

 O
F

 U
T

A
H

YW RM

PROJ 2010562

BID DOCUMENTS
May 15, 2013

SCALE:SF402  1/4" = 1'-0"

A4 MAIN ENTRY CANOPY FRAMING PLAN

SCALE:SF402  1/4" = 1'-0"

A2 CANOPY ROOF FRAMING PLAN - NORTH

SCALE:SF402  1/4" = 1'-0"

A1 HIGH ROOF NORTH TRELLIS FRAMING PLAN

SCALE:SF402  1/4" = 1'-0"

B2 SECOND FLOOR ENLARGED CANOPY FRAMING PLAN

SCALE:SF402  1/4" = 1'-0"

C2 SECOND FLOOR ENLARGED ALTERNATE CANOPY FRAMING PLAN
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Detail Name
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DETAIL AT STEEL  BEAM
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CONT STEEL
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Detail Name

CLOSURE
PLATE PER
SCHEDULE

STEEL BEAM

HSA (WHERE OCCURS)

3@12
NOTE 3

BENT PLATE SLAB EDGE DETAIL

CONCRETE OVER FLOOR
DECK (SEE PLANS FOR
DECK ORIENTATION)
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FLOOR DECK

STEEL BEAM
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MAX SEE SCHED. FOR SIZE

"A" 3' - 0"

DECK EDGE SCHEDULE

"A"
THICKNESS

DECK CLOSURE PLATE
REINFORCING

0" TO 6"
1/2" Ø x 18" LONG
DBA @ 24" O.C.

NONE1/4"

6" TO 12" NONE1/4"

12" TO 15" #4 @ 12" O.C.1/4"

15" TO 18" 5/16"

NOTES:
1. CONTRACTOR SHALL VERIFY ALL DECK EDGE DIMENSIONS WITH ARCH.
DRAWINGS PRIOR TO DETAILING AND FABRICATION OF CLOSURE PLATES.
2. COORDINATE CLOSURE ANGLES WITH EMBED BLOCKOUTS OR INSERTS
THAT ARE REQ'D TO SUPPORT CLADDING, ELEVATOR RAILS & SILLS ETC.
3. CLOSURE PLATE WELD THICKNESS SHALL BE THE PLATE THICKNESS
MINUS 1/16" (3/16" MIN)

ANGLE BRACE SCHEDULE

BRACE
LENGTH

ANGLE
BRACE SIZE

UP TO 4'-0" L2x2x1/4

4'-0" TO 8'-0"

8'-0" TO 12'-0"

OVER 12'-0"

NOTE:
1. WHERE DOUBLE ANGLES ARE USED
PROVIDE 3"x3/8" SPACER PLATES AT
THIRD POINTS.

L3x3x1/4

2-L2.1/2x2.1/2x1/4

2-L3x3x1/4

WELD PLATE
SIZE

4"x1/4"x4"

4"x1/4"x4"

4"x3/8"x4"

4"x3/8"x4"

ANCHORS

18" TO 20" 3/8"

OVER 20"

1/2" Ø x 24" LONG
DBA @ 24" O.C.

1/2" Ø x 24" LONG
DBA @ 24" O.C.

1/2" Ø x 24" LONG
DBA @ 24" O.C.

1/2" Ø x 24" LONG
DBA @ 24" O.C.

USE BRACED SLAB EDGE

#4 @ 10" O.C.

#4 @ 8" O.C.

L3x3x1/4 KICKER
BRACE SPACED AT
PURLIN SPACING

L2x2x1/4 KICKER
BRACE @ 6'-0" O.C.
MAX

L3x3x1/4 KICKER
BRACE @ 6'-0" O.C.
MAX

#4 x CONT
REINF PER SCHEDULE

6"

3'-0" MAX

2"

1 1/2"

6"

Detail Name

COPE HORIZ LEG OF CONT
BENT PLATE AS REQ'D AT
STEEL COLUMN
LOCATIONS.  SEE SLAB
EDGE DETAILS.

STEEL BEAM

CONCRETE OVER
FLOOR DECK

STEEL BEAM (WHERE
OCCURS)

BENT PLATE SLAB EDGE DETAIL

STEEL BEAM

STEEL BEAM (WHERE
OCCURS)

BENT PLATE SLAB EDGE DETAIL

CONCRETE OVER
FLOOR DECK

CONCRETE OVER
FLOOR DECK

AT BRACED SLAB EDGE

L3x3x1/4 KICKER
BRACE SPACED AT
PURLIN SPACING

3/16
TYP

3/16
TYP

STEEL COLUMN COPE HORIZ LEG OF CONT
BENT PLATE AS REQ'D AT
STEEL COLUMN
LOCATIONS.  SEE SLAB
EDGE DETAILS.

STEEL COLUMN

3/16
TYP

L3x3x1/4 x COLUMN
WIDTH + 1"

3/16
TYP

SEE SLAB EDGE
DETAILS

3/16
TYP

STEEL BEAM (WHERE
OCCURS)

STEEL COLUMN

3/16
PL TO COL

MAX

3"
>3"

L4x4x1/4 x COLUMN
WIDTH +1" W/4"x1/4"x4"
WELD PLATE. AT STEEL
TUBE COLUMNS OMIT
ANGLES AND WELD
PLATE DIRECTLY TO
COLUMN

Detail Name

3/16
TYP

STEEL BEAM

ROOF DRAIN, PIPING OR
CONDUIT. COORDINATE
SIZE AND LOCATIONS
WITH MECH/ELEC DWGS

STEEL BEAM

STEEL BEAM

STEEL BEAM

L3x3x1/4 STEEL ANGLE
SHALL BE INSTALLED
WHERE REQ'D TO
PROVIDE DECK BEARING

2'
 -

 0
" 

T
Y

P
2'

 -
 0

" 
M

A
X

NOTES:
1. UNREINFORCED OPENINGS
A. OPENINGS UP TO 6" DIA. DO
NOT REQUIRE REINFORCING
PROVIDED THEY ARE NOT
SPACED LESS THAN 32" O.C.

2. FORMED OPENINGS
A. LEAVE METAL DECK
INTACT. PLACE REBAR &
FORM OPENING. REMOVE
METAL DECK ONCE
CONCRETE REACHES 2500psi

3. SAW-CUT OPENINGS
A. SHIM GAPS BETWEEN
ANGLE AND BOTTOM FLUTE.
B. INSTALL ANCHORS PER ICC
REPORT.

4. GROUPED OPENINGS
A. OPENINGS SPACED
CLOSER THAN THE MIN
SPACING SHALL BE
REINFORCED AS A SINGLE
OPENING.
B. THE SIZE OF OPENINGS
MEASURED PARALLEL TO THE
DECK FLUTES IS NOT LIMITED.

STEEL BEAM BLW

2-#4 BARS 1" CLR
FROM TOP OF DECK

WEBS OF STEEL
FLOOR DECK

2' - 0" TYP

2-#4 BARS 1" CLR
FROM BOT OF DECK

1"
1"

2'
 -

 0
" 

M
A

X

STEEL BEAM BLW

WEBS OF STEEL
FLOOR DECK

L3x3x3/16 x LENGTH
REQ'D EACH SIDE
BELOW

4"

2 
1/

2"

3-
F

LU
T

E
S

 T
Y

P
IC

A
L

DRILL HOLE AT EACH
CORNER THEN SAW CUT
IN BETWEEN. DO NOT
OVER CUT OPENING

3/8" DIA. SCREW ANCHOR
W/2.1/2" MIN EMBED IN THE
BOTTOM OF EACH FLUTE
(SIMPSON TITEN HD OR HILTI
HUS-EZ)

FORMED OPENING SAW-CUT OPENING

DETAIL "C"

DETAIL "B"

DETAIL "A"

A

DET

B

DET

C

DET

GROUPED OPENINGS

4x
D

1,
 4

xD
2 

O
R

 3
2"

M
IN

 S
P

A
C

IN
G

 T
O

 B
E

 G
R

E
A

T
E

R
 O

F
: 24

" 
M

A
X

D
1

24
" 

M
A

X

D
2

Detail Name

STEEL BEAM

CONCRETE OVER
FLOOR DECK

STEEL
BEAM

ANGLE & WELD
PLATE PER

3/16 3

3/16
TYP

SF501
B1

CLOSURE PLATE
PER SCHEDULE  W/
1.1/2" RETURN AT
TOP

STEEL BEAM

HSA (WHERE OCCURS)

CONCRETE OVER FLOOR
DECK (SEE PLANS FOR
DECK ORIENTATION)

REINF PER SCHEDULE

1 1/2"

ADD ADD'L DBA IF DBA
IS NOT LOCATED
WITHIN 4" OF
HANDRAIL POST

HANDRAIL POST
- SEE ARCH

VARIES

3/16 3@12

1/4" STIFFENER @ EA.
POST

C15x33.9 AT STAIR #1
C12x20.7 ELSEWHERE
SEE ARCH FOR
LOCATIONS

SF501/D3

STEEL PURLIN

HSA

CONCRETE OVER
FLOOR DECK

STEEL GIRDER

HSA

#4 x 6'-0" LONG @ 16" O.C.
CENTERED ON GIRDER CONCRETE OVER

FLOOR DECK

DETAIL AT STEEL  PURLIN DETAIL AT STEEL  GIRDER

STEEL BEAM BEYOND
#4 x CONT.

#4 x CONT. MESH
SUPPORT BAR

LI
C

E
N

S
E

D
CE

RTIFIED STRUCTURAL
E

N
G

IN
E

ERMARK R.
HARRIS

NO.
178779

U T A H

SHEET NUMBER

1

A

B B

C

D

E

A

C

D

E

2 3 4 5

1 2 3 4 5

ISSUED:

MHTN PROJECT NO.

SEAL

DRAWN BY: CHECKED BY:

SHEET NAME

DESCRIPTIONDATENO.

CONTRACTOR TO VERIFY DRAWINGS IN FIELD USE REFLECT LAST
REVISION DATE.

DESCRIPTIONDATENO.

MHTN Architects, Inc.
420 East South Temple
Suite 100
Salt Lake City, Utah 84111
Telephone (801) 595-6700
Telefax (801) 595-6717
www.mhtn.com

622 Emerson, Suite 200
St. Louis, MO 63141
Tel. 314.863.5717
Fax. 314.863.2823
www.hastingschivetta.com

BUILDING OFFICIAL STAMP

04/15/2013

5
/1

3
/2

0
1
3
 5

:0
6
:2

4
 P

M

1
8
3
6
 E

. 
B

A
L
L
IF

 R
O

A
D

S
A

L
T

 L
A

K
E

 C
IT

Y
, 
U

T
A

H
 8

4
1
1
2

C
:\
R

e
v
it
 M

o
d
e
ls

\2
0
1
0
-2

7
1
 U

U
 S

tu
d
e
n
t 
L
if
e
 C

n
tr

 S
tr

u
c
t-

C
e
n
tr

a
l_

y
w

ill
ia

m
s
.r

v
t

TYPICAL FLOOR
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PROJ 2010562

BID DOCUMENTS
May 15, 2013

NO SCALESF501

C1 TYPICAL STUD PLACEMENT DIAGRAMS

NO SCALESF501

C2

TYPICAL COMPOSITE DECK BEARING DETAIL AT
STEEL BEAM (DECK GIRDER FILLER)

NO SCALESF501

C4 TYPICAL HOUSEKEEPING PAD & CURB DETAILS

NO SCALESF501

B1 TYPICAL CONCRETE OVER STEEL FLOOR DECK SLAB EDGE DETAILS AT STEEL BEAMS

NO SCALESF501

A1 TYPICAL CONCRETE OVER STEEL FLOOR DECK SLAB EDGE DETAILS AT STEEL COLUMNS

NO SCALESF501

A4

TYPICAL DECK BEARING AT STEEL COLUMN
(PLAN VIEW)

NO SCALESF501

D1 TYPICAL MISCELLANEOUS FLOOR OPENING REINFORCING DETAIL FOR TYPE 'W' DECK (UP TO 24")

NO SCALESF501

A5

TYPICAL STEEL BEAM BOTTOM FLANGE BRACE
DETAIL

NO SCALESF501

B5

TYPICAL CONC OVER STEEL FLOOR DECK SLAB
EDGE W/ EDGE CHANNEL OR STEEL BENT PLATE

NO SCALESF501

D4 TYPICAL COMPOSITE BEAM DETAILS



Detail Name

CONCRETE OVER
STEEL FLOOR DECK

STEEL BEAM

L5x3x1/4 x CONT (LLH)
BTWN BEAMS

3/16 3@12
TYP

HSA

STEEL BEAM
(WHERE OCCURS)

P
LA

N

S
E

E

CONCRETE OVER STEEL
FLOOR DECK

STEEL BEAM

L4x4x1/4 x CONT

3/16 3@12
TYP

HSA

P
LA

N

S
E

E

12" MAX 12" MAX

STEEL BEAM
(WHERE OCCURS)

#4 x 4'-0" 'Z' BAR @
18" O.C. W/ 4-#4 CONT

AT 3" STEP OR LESS

3/16 5@12
L4x4x1/4 x CONT

3/16

SB2FLR18

3 SIDES

TYP

STEEL COLUMN

STEEL BEAM

STEEL BASE PLATE

CONCRETE OVER
FLOOR DECK

BEAM WEB STIFFENER
PLATE OR BEAM WEB
CONNECTION PLATE
EACH SIDE

SB2FLR19

STEEL BEAM

1/4
TYP

STEEL COLUMN

STEEL BASE PLATE

CONCRETE OVER
FLOOR DECK

SF601
D1

STEEL COLUMN

STEEL COLUMN

STEEL TUBE
BEAM W/ 1/4"
CLOSURE
PLATE EA END

HSS3x3x3/16 W/
4"x3/8"x0'-4"
STEEL PLATE

3/16

3/16

3/16

STEEL PLATE:
7"x3/8"x0'-7"

Detail Name

CONCRETE OVER
FLOOR DECK

STEEL BEAM

1"

3/16 3@12

STEEL SHIM PLATE:
3"x1/4"xCONT

S
E

E
 P

L A
N

6 
1/

4"
 T

H
IC

K
N

E
S

S

S
E

E
 P

L A
N

6 
1/

2"
 T

H
IC

K
N

E
S

S

CONCRETE OVER
FLOOR DECK

STEEL BEAM

1"

3/16 3@12

STEEL SHIM PLATE:
3"x1/4"xCONT

S
E

E
 P

L A
N

6 
1/

4"
 T

H
IC

K
N

E
S

S

S
E

E
 P

L A
N

6 
1/

2"
 T

H
IC

K
N

E
S

S

STEEL BEAM

CONC OVER
FLOOR DECK

STEEL TUBE HANGER

COPE HORIZ LEG OF
STEEL BENT PLATE
TO FIT AROUND
HANGER

SF501
B1

SF601
D1

FLOOR-08

STEEL BEAM

CONCRETE OVER
FLOOR DECK

6" CONCRETE CURB
W/ 3-#4 CONT

1/2"Ø DBA @ 12"
O.C. WELDED TO
CLOSURE PLATE

SF501
B1

3/16 3-12
STEEL TRUSS
TOP CHORD

3/8" STEEL PLATE
(MATCH PIPE DIA.)

STEEL TRUSS
BOTTOM CHORD

TOP CHORD CONNECTION

BOTTOM CHORD CONNECTION

STEEL PLATE: 6"x3/8"
W/ 2-7/8"Ø A325N

1"

SF601
D1

1/4

(1/4)

1/2"

SF601
D1

5/16

1"

STIFFENER EA. SIDE

STEEL BEAM

CONCRETE OVER
FLOOR DECK

3/16

STEEL JOIST

L5x5x5/16x1'-0"

MAX
1/2"

1/4

5/16

3/16 3/16 2

4"x3/8"x5"

STEEL JOIST

CONCRETE OVER
FLOOR DECK

1/4 3
TYP

STEEL BEAM

STEEL BEAM

SF511
C3

BWTN JOISTS

3/16"x6" WIDE
BENT PLATE

SHIM PLATE:
4"x1/4"xCONT

1/8 3-12

3/16 3-12 3/16 3-12
TYP

STEEL COLUMN

JOIST BRG END
W/ 2- 3/4"Ø
ERECTION BOLTS

CONCRETE OVER
FLOOR DECK

STABILIZER PLATE

1/4 3
TYP

5/16
TYPSTEEL BEAM

SF601
D1

SF505
B1

STEEL BEAM

CONCRETE OVER
FLOOR DECK

STEEL BEAM

SF601
D1

3 BOLT
CONNECTION
PER

SF601
D1

3/8"x6"xREQ'D

6" CONCRETE WALL
W/ #4 DOWELS @
18" O.C. & 3-#4 CONT

RIGID INSULATION

#4 x 3'-0" DOWEL W/
90° STD HOOK @ 18"
O.C. & 2-#4 CONT

5/16

SF502
D1

JL3FTS08

5" MIN

BTWN JOISTS

1/8 3@12
TYP

1/8" CONT BENT PLATE
BTWN JOISTS

3/16
TYP

CONT 3/16" BENT PLATE
W/ 1/2"Ø x 24" LONG DBA
W/1" COVER) @ 24" O.C.

STEEL BEAM

1/4 3
TYP

STEEL JOIST

CONCRETE OVER
FLOOR DECK

4 7/8" 

CONCRETE WALL

L3x3x1/4 W/ 3/8" STEEL
END PLATE @ 8'-0" O.C.

MASONRY WALL

STEEL PLATE:
4"x3/8"x0'-10" W/
2-3/4"Ø x 6" HSA
(SPACED 8" O.C.)
@ 8'-0" O.C.

3/16 2

3/16

1/8
TYP

FINISH GRADE
OR SLAB

1/2"Ø EPOXY BOLT
W/ 4" EMBED

Detail Name

1/4

1/4

WIND GIRT

L3x3x3/8 x GIRT WIDTH
TOP & BOTTOM

3/8" x GIRT DEPTH + 9" x
GIRT WIDTH + 2" W/
4-3/4"Ø x 5" HSA
(SPACED 4"
HORIZONTALLY)

CONC. OR MASONRY
WALL SEE PLAN

1
1/2

"
 

1"

Detail Name

HSS4x4x3/16 @ 4'-0"
O.C.

THREADED ROD
BY DOOR MANUF. OFFSET CONDITION

MANUF.

PER5/16" x REQ'D x
CONT.

HSS4x4x3/16 x
CONT.

L3x3x1/4 W/
4"x1/4"x4" WELD
PLATE EA. END

3/16

3/16 3-12

Detail Name

CONCRETE OVER
FLOOR DECK

STEEL TUBE
HANGER

STEEL BEAM

SF501
B1

L5x5x5/16

L3x3x1/4 KICKER

3/16

(3/16) 3

(3/16)

Detail Name

OPEN WEB
STEEL JOIST

CONCRETE WALL

NOTE:
DESIGN JOIST TO TRANSFER
11k SEISMIC LRFD AXIAL
LOAD THRU JOIST SHOE.

CONCRETE WALL

STEEL EMBED PLATE:
6"x1"x0'-9" W/ 2-3/4"Ø x
6" HSA (SPACED 6" O.C.)

ENCLOSE HEADED
STUDS WITHIN 2-#4 TIES

1/4 4
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PROJ 2010562

BID DOCUMENTS
May 15, 2013

NO SCALESF502

D1 TYPICAL DETAIL AT STEP IN COMPOSITE FLOOR DECK

NO SCALESF502

D3 STEEL BEAM W/ STEEL COLUMN ABOVE

NO SCALESF502

D4 STEEL BEAM W/ STEEL COLUMN ABOVE

NO SCALESF502

D5 STEEL TUBE BEAM BRACING TO STEEL COLUMN

NO SCALESF502

C1 FLOOR DECK TRANSITION AT STEEL BEAM

NO SCALESF502

B5

STEEL TUBE HANGER AT STEEL BEAM - EDGE
DETAIL

NO SCALESF502

C3

STEEL BEAM EDGE CONDITION W/ CONCRETE
CURB

NO SCALESF502

C4 STEEL TRUSS BRIDGING CONNECTION

NO SCALESF502

B1 WALL BRACING DETAIL

NO SCALESF502

B2 STEEL JOIST & STEEL BEAM TO STEEL BEAM

NO SCALESF502

B3 STEEL JOIST & STEEL BEAM TO STEEL COLUMN

NO SCALESF502

A1

STEEL BEAM TO STEEL BEAM AT CONCRETE
OVER FLOOR DECK TRANSITION

NO SCALESF502

B4

TYPICAL JOIST BEARING AT STEEL BEAM W/
CHORD TIE/DRAG STRUT

NO SCALESF502

A5

MASONRY WALL BRACE TO CONCRETE WALL
NEAR WALL TRANSITION

NO SCALESF502

C5 WIND GIRT CONNECTION TO WALL

NO SCALESF502

A2 OPERABLE DOOR SUPPORT FRAMING

NO SCALESF502

A4

STEEL TUBE HANGER AT FLOOR EDGE STEEL
BEAM

NO SCALESF502

A3 STEEL JOIST BEARING AT CONCRETE WALL



FLOOR-01

WALL PARALLEL TO DECK

WALL PERPENDICULAR TO DECK

CONCRETE OVER
FLOOR DECK

MASONRY WALLDOWEL TO MATCH
VERT WALL REINF

1-#5xCONT

#4x4'-0" @ 18" O.C.

3-#5xCONT (EXTEND
MIN 6" BEYOND FLOOR
DECK SUPPORTS
EACH END)

CONCRETE OVER
FLOOR DECK

MASONRY WALL
DOWEL TO MATCH
VERT WALL REINF

1-#5xCONT#4 @ 12" O.C. (EXTEND
MIN 6" BEYOND FLOOR
DECK SUPPORTS EACH
END)

2" 2"

CONDITION AT DECK

PERPENDICULAR TO WALL

CONDITION AT DECK

PARALLEL TO WALL

CONCRETE OVER
FLOOR DECK

CONCRETE OVER
FLOOR DECK

STEEL BRACE ANGLE:
L4x3x1/4x1'-4" (LLV) EA
SIDE W/ 2-5/8"Ø HILTI
KWIK BOLT III ANCHOR
W/ 4" EMBED @ 8'-0" O.C.

#5 CONT

MASONRY WALL

STEEL BRACE ANGLE:
L4x3x1/4x0'-8" (LLV) EA SIDE #5 CONT

MASONRY WALL

STEEL PLATE:
8"x3/8"x2'-2" 4-4-5/8"Ø HILT
KWIK BOLT III ANCHOR W/
4" EMBED @ 8'-0" O.C.

3/16
TYP

NOTE:
AT INTERSECTING BEAMS PROVIDE A 2" MIN GAP BELOW
THE BEAM AND 1" MIN GAP ON EA SIDE OF BEAM

NON-BRG-CMU-02

2"
 G

A
P

AT FLOOR MASONRY WALL
CENTERED ON STEEL BEAM

AT FLOOR MASONRY WALL
OFFSET FROM STEEL BEAM

MASONRY WALL

L6x3.1/2x5/16 x8" (LLV) EA
SIDE OF MASONRY WALL
@ 8'-0" O.C.

1/4
TYP

3/16
TYP

3/8" THICK x 8" LONG
STEEL BENT PLATE @
8'-0" O.C.

MASONRY WALL

2"
  G

A
P

STEEL ANGLE KICKER:
LENGTH < 6'-0" USE
L3.1/2x3.1/2x5/16
LENGTH > 6'-0" TO 15'-0"
USE 2-L3.1/2x3.1/2x5/16,
W/ 4"x1/4x4" WELD PLATE
EACH END, TYP @ 8'-0"
O.C. MAX

ATTACH KICKER TO WELD
PLATE AT TOP FLANGE OF
ADJACENT BEAM, TYP

CONCRETE OVER
FLOOR DECK

STEEL BEAM

#5 CONT #5 CONT

3/16
TYP

3/16
TYP

M
IN4"

3/8" THICK x 8" LONG
STEEL BENT PLATE @
8'-0" O.C.

VARIES

3/16
TYP

2 1/2"

STEEL BEAM

CONCRETE OVER
FLOOR DECK

STEEL BEAM

CONCRETE OVER
FLOOR DECK

HSA

NonBrg@Opng-01

1

2

3/16 3-SIDES
TYP

MASONRY WALL
(WHERE OCCURS)

STEEL BEAM

CONCRETE OVER
FLOOR DECK

HSA

MASONRY WALL
(WHERE OCCURS)

MASONRY WALL

STEEL EMBED PLATE:
8"x1/2"x8" @ 8'-0" O.C.
W/ 2-3/4"Ø x 8" LONG
HSA & 2-3/4"Ø
REDUCED BASE STUD
@ 3" O.C. W/
OVERSIZED WASHER

STEEL ANGLE KICKER: LENGTH < 6'-0"
USE L3.1/2x3.1/2x5/16, LENGTH > 6'-0"
TO 15'-0" USE 2-L3.1/2x3.1/2x5/16, W/
4"x1/4"x8" WELD PLATE EACH END

MASONRY WALL

3/8" STEEL BENT PLATE @ 8'-0" O.C. W/ OVERSIZED
VERT SLOT 1.1/2" x 3" TALL W/ 1/4" SQ PLATE
WASHER, INSTALL BOLT IN CENTER OF SLOT AFTER
CONCRETE OVER FLOOR DECK IS INSTALLED

6"

HSA

CONCRETE OVER
FLOOR DECK

L3x3x1/4 BRACE W/
4"x1/4"x4" WELD PLATE
EA END ATTACH TO TOP
FLANGE OF ADJACENT
STEEL BEAM STEEL BEAM

HSA

CONCRETE OVER
FLOOR DECK

3/16
TYP

MASONRY WALL

3/8" THICK x 8" LONG
BENT STEEL PLATE @
8'-0" O.C.

3/8" THICK x 8" LONG
BENT STEEL PLATE
@ 8'-0" O.C.

3/16
TYP

STEEL ANGLE KICKER:
L3.1/2x3.1/2x5/16 W/ 4"x1/4"x4"
WELD PLATE EACH END

1
2

AT CONDITIONS WHERE THIS BEAM
DOES NOT OCCUR, ATTACH
KICKER TO WELD PLATE AT TOP
FLANGE OF ADJACENT BEAM

3"

6"

3/16
TYP

2"
 G

A
P

2"
 G

A
P3/16

TYP

KEEP MASONRY 10" CLEAR OF
STEEL KICKER ON EACH SIDE & 2"
CLEAR VERTICALLY, NOTCH
MASONRY AS REQ'D.

2"
 G

A
P

MASONRY WALL
(WHERE OCCURS)

MASONRY WALL
(WHERE OCCURS)

3/16 3"
EA END

1" MIN 1" MIN

2"
 G

A
P

T
Y

P

6"

TYP
1" MIN

6"

6"

>6" TO 12"

> 12"

AT FLOOR EDGE >6" TO 12"
AT FLOOR EDGE 0 TO 6" W/ STEEL BEAM

AT FLOOR EDGE >12" AT FLOOR EDGE 0" TO 6" W/O STEEL BEAM

#5 CONT

#5 CONT

#5 CONT 3/16
TYP

3/16
TYP

3/16
TYP

1

4

STEEL ANGLE KICKER: LENGTH < 6'-0" USE
L3.1/2x3.1/2x5/16, LENGTH > 6'-0" TO 15'-0"
USE 2-L3.1/2x3.1/2x5/16, W/ 4"x1/4"x1/4"
WELD PLATE EACH END

3/16
TYP

3/16
TYP

STEEL BEAM

SF501
B1

SF501
B1

SF501
B1

SF501
B1

SF503
D5

SF503
D5

SF503
D5 SF503

D5

2-1/2"Ø EPOXY BOLTS
(4.1/2" EMBED) @ 8" O.C.

16" BOND BEAM W/ 2-#5
CONT HORIZ

3/8" STEEL BENT PLATE @ 8'-0" O.C. W/ OVERSIZED
VERT SLOT 1.1/2" x 3" TALL W/ 1/4" SQ PLATE
WASHER, INSTALL BOLT IN CENTER OF SLOT AFTER
CONCRETE OVER FLOOR DECK IS INSTALLED

6"

3/16 3"
EA END

2-1/2"Ø EPOXY BOLTS
(4.1/2" EMBED) @ 8" O.C. 16" BOND BEAM W/

2-#5 CONT HORIZ

CONCRETE OVER
FLOOR DECK

STEEL EMBED PLATE:
5"x3/8"xCONT W/ 3/4"Ø
x 6" HSA @ 16" O.C.

MASONRY WALL

2-#4 CONT

3/4"Ø x 5.1/2"
HSA @ 16" O.C.

SLAB REINF
SEE PLAN

Detail Name

CONCRETE OVER
FLOOR DECK

STEEL BEAM

STEEL BEAM

STEEL EMBED PLATE:
7.1/2"x1"x1'-2" W/ 2-
3/4"Ø x 8" HSA

GROUT BEAM
POCKET SOLID

16" BOND BEAM
W/ 2-#5 CONT

3/16 4

SF601
D1

STIFFENER PLATE
EA SIDE

MASONRY WALL

CONCRETE OVER
FLOOR DECK

MASONRY WALL

STEEL EMBED PLATE:
8"x1/2"x4" W/ 2-3/4"Ø x
5" HSA @ 24" O.C.

2-#4 CONT AT
DECK BEARING

DECK BEARING PARALLEL
USE: L5x3x1/4 CONT (LLH)

DECK BEARING
PERPENDICULAR  USE:
L3x3x1/4 CONT

3/16
TYP

SB1MW106

GROUT BEAM POCKET
SOLID AFTER BEAM HAS
BEEN INSTALLED

#5 CONT AT BEAM
BEARING 16" BOND
BEAM W/ 2-#5 CONT

MASONRY WALL

STEEL BEAM

WEB STIFFENER
EACH SIDE

BEAM BRG PLATE:
5.1/2"x1"x1'-2" W/
2-3/4" DIA x 8" HSA

3/16 4
TYP

VERT MASONRY
WALL REINF

2-#4 x CONT. AT
DECK BEARING

CONCRETE OVER
FLOOR DECK

FOR BTWN BEAM CONDITION
SEE TYPICAL DECK BEARING
AT MASONRY WALL DETAIL

3/16
TYP

2"

3/16 3@12

1/4" CONT PLATE

#4 x 4'-0" @ 12" O.C.

4-#4 CONT

STEEL BEAMSTEEL BEAM

3" MIN3" MIN

TOPPING SLAB

Detail Name

CONCRETE OVER
FLOOR DECK

STEEL BEAM

MASONRY WALL
GROUT BEAM
POCKET SOLID

16" BOND BEAM
W/ 2-#5 CONT

3/16 4

BEAM BRG PLATE:
5.1/2"x1"x1'-2" W/
2-3/4" DIA x 8" HSA

3/16 4
TYP

STIFFENER EA. SIDE

MASONRY
LINTEL/WALL

STEEL COLUMN

L3x3x3/8x0'-10" W/
1/2"Ø x 24" DBA
SPACED @ 4'-0" O.C.

1/4 4

SF503/A3

8" BEAM W/ 2-#5 TOP &
BOTTOM & #4 STIRRUPS
@ 10" O.C. (BEARING ON
CB-1 EA END)

#5 x CONT.

CONCRETE
SUSPENDED SLAB

CONC.
FOUNDATION
WALL

SLAB REINF.

SF504
C2

SF503/A2

SF601
A4

SB501
B3

CONCRETE PIER

L3x3x1/4 DECK BRG.
ANGLE EA. SIDE -
CONNECT TO PIER W/
AN EMBED PER
D1/SF505

EXT. SLAB OR GRADE
(WHERE OCCURS)

C1

SB502

MASONRY WALL

CONCRETE
SUSPENDED SLAB

#5 CONT

DOWELS SIZE & SPACING
TO MATCH & LAP W/
MASONRY VERT REINF

SLAB TOP REINF
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May 15, 2013

NO SCALESF503

D5

TYPICAL MASONRY WALL ON CONCRETE OVER
METAL DECK

NO SCALESF503

D3

TYPICAL NON-BEARING MASONRY WALL BRACE
AT UNDERSIDE OF FLOOR DECK

NO SCALESF503

D1

TYPICAL NON-BEARING MASONRY WALL
CONNECTION TO FLOOR

NO SCALESF503

B4 TYPICAL NON-BEARING MASONRY WALL CONNECTION TO FLOOR

NO SCALESF503

C3 FLOOR DECK TRANSITION AT MASONRY WALL

NO SCALESF503

C1

STEEL BEAM TO STEEL BEAM BEARING AT
MASONRY WALL

NO SCALESF503

C2

CONCRETE OVER FLOOR DECK BEARING AT
MASONRY WALL

NO SCALESF503

B3

TYPICAL BEAM/DECK BEARING AT MASONRY
WALL

NO SCALESF503

B1 TRENCH DRAIN IN CONCRETE OVER FLOOR DECK

NO SCALESF503

A5

STEEL BEAM TO STEEL BEAM BEARING AT
MASONRY WALL

NO SCALESF503

A4 MASONRY LINTEL BEARING ON STEEL COLUMN

NO SCALESF503

A3

CONCRETE BEAM TO CONCRETE SUSPENDED
SLAB

NO SCALESF503

A2 STEEL BEAM TO CONCRETE PIER

NO SCALESF503

A1

CONCRETE SUSPENDED SLAB TO MASONRY
WALL

2 APR 15, 2013 DFCM Comments



L3x3x1/4 x CONT
LEDGER (GALV)

STEEL EMBED PLATE:
8x1/2"x4" W/2-3/4"Ø x6"
LONG HSA @24"O.C.
(GALVANIZED)

STEEL BAR GRATE

CONCRETE OVER
FLOOR DECK
(WHERE OCCURS)

1/4
TYP

CONCRETE WALL

AT CONC WALL

L3x3x1/4 x CONT
LEDGER (GALV)

STEEL EMBED PLATE:
8x1/2"x4" W/2-3/4"Ø x6"
LONG HSA @24"O.C.
(GALVANIZED)

STEEL BAR GRATE
1/4

TYP

AT CONC SUSPENDED SLAB

CONCRETE
SUSPENDED SLAB

CONCRETE
SUSPENDED SLAB

CONCRETE
SUSPENDED SLAB

8"

3-#5 CONT HORIZ

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

'Z' BAR TO MATCH
SLAB REINF

CONCRETE
SUSPENDED SLAB

MASONRY WALL

CONCRETE LINTEL

INTENTIONALLY
ROUGHEN
SURFACE TO 1/4"
AMPLITUDE D

E
P

T
H

S
C

H
E

D
 B

E
A

M

CONCRETE
SUSPENDED SLAB

CONCRETE WALL

INTENTIONALLY
ROUGHEN SURFACE TO
1/4" AMPLITUDE

DOWELS PER CSS
SCHEDULE

CONCRETE
SUSPENDED SLAB

CONCRETE
BEAM

STEEL
GRATE

SF504
C2

 (
2'

-6
" 

M
A

X
)

V
A

R
IE

S

INTENTIONALLY
ROUGHEN SURFACE TO
1/4" AMPLITUDE

DOWEL TO MATCH VERT
CONC WALL REINF

CONCRETE
WALL

CONT REINF TOP & BOT TO
MATCH HORIZ WALL REINF

BOT. REINF. PER
CSS SCHEDULE

TOP REINF. PER
CSS SCHEDULE

CONCRETE
SUSPENDED SLAB

CONCRETE WALL

INTENTIONALLY
ROUGHEN SURFACE TO
1/4" AMPLITUDE

DOWELS PER CSS
SCHEDULE

SF505
D1

CONCRETE OVER
FLOOR DECK

SB1CW205

HORIZ WALL REINF

CONCRETE WALL

STEEL EMBED PLATE:
8x1/2"x4" W/2-3/4"Ø x6"
LONG HSA @24"O.C.
(GALVANIZED)

L3x3x1/4 x CONT BEARING
LEDGER (GALVANIZED)

VERT WALL REINF

STEEL BAR GRATE
SEE G.S.N.

1/4
TYP

SB1CW207

L3x3x1/4 x CONT
BEARING LEDGER
(GALVANIZED)

STEEL EMBED PLATE:
8x1/2"x4" W/2-3/4"Ø x6"
LONG HSA @24"O.C.
(GALVANIZED)

CONCRETE WALL

VERT WALL REINF

HORIZ WALL REINF

STEEL BAR GRATE

1/4
TYP

CONCRETE OVER
FLOOR DECK

SF505
D1

CONCRETE
SUSPENDED SLAB

CONCRETE WALL

CONCRETE LINTEL

CONCRETE
SUSPENDED SLAB

CONCRETE WALL

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

#4 DOWELS @ 12" O.C.
W/ 3-#4 CONT

8"
24"

#4 VERT x 5'-0" @ 12" O.C.
W/ 4-#4 HORIZ CONT

CONCRETE SLAB
ON GRADE

DOWELS PER
CSS SCHEDULE

BOT REINF PER
CSS SCHEDULE

CONC SUSPENDED
SLAB (BEYOND)

CONCRETE WALL

1'
 -

 6
"

CONCRETE BEAM
2"

BLOCKOUT WALL
AT CONC BEAM

TERMINATE TWO BOT
BARS W/ 90° HOOK

BEAM STIRRUPS

CONC
SUSPENDED SLAB

CONCRETE WALL

3/4" x 5" LONG SHEAR
KEYS LOCATED
BTWN DOWELS

DOWELS PER
CSS SCHEDULE

#5 CONT

CONCRETE BEAM

8" CONC WALL REINF
W/ #5 @ 15" O.C., E.W.

CONCRETE
SUSPENDED SLAB

CONCRETE
SUSPENDED
SLAB

SLAB TOP REINF
CENTERED OVER BEAM

8" CONC
RETAINING WALL

CONC SLAB
ON GRADE

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

MAT FOOTING:
14" THICK W/ #6 @
9" O.C., E.W. TOP

CONC
FDTN
WALL

12" TYP

#5 @ 16" O.C.
HORIZ

#6 @ 12" O.C.
VERT

2" CLR

#5 x 4'-0" @ 18" O.C.
W/ 4-#4 CONT
CNTR'D UNDER
RETAINING WALL

DOWEL TO MATCH
& LAP W/ VERT
WALL REINF

48"

4-#4

#4 x 4'-0" @ 18"
O.C. W/ 3-#4 CONT
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PROJ 2010562

BID DOCUMENTS
May 15, 2013

NO SCALESF504

C5 TYPICAL STEEL GRATE CONNECTION AT

NO SCALESF504

D2

CONCRETE SUSPENDED SLAB - STEP
TRANSITION

NO SCALESF504

D1

MASONRY WALL BEARING AT CONCRETE LINTEL
AT CONCRETE SUSPENDED SLAB

NO SCALESF504

D3

CONCRETE SUSPENDED SLAB TO CONCRETE
WALL

NO SCALESF504

D4

CONCRETE BEAM AT CONCRETE SUSPENDED
SLAB

NO SCALESF504

D5

CONCRETE SUSPENDED SLAB & CONCRETE
OVER FLOOR DECK TO CONCRETE WALL

NO SCALESF504

C2

TYPICAL STEEL GRATE BEARING AT CONCRETE
WALL

NO SCALESF504

C4

TYPICAL STEEL GRATE CONNECTION TO
CONCRETE FOUNDATION WALL

NO SCALESF504

A3 TUNNEL SECTION

NO SCALESF504

C1 CONCRETE BEAM TO CONCRETE WALL

NO SCALESF504

B5

CONCRETE SUSPENDED SLAB AT CONRETE
WALL

NO SCALESF504

B2 TUNNEL LID STEP TRANSITION

NO SCALESF504

B1 TUNNEL WALLS TO MAT FOOTING



CONCRETE OVER
FLOOR DECK

STEEL BEAM

SF601
A4

CONCRETE WALL

DOWEL TO MATCH VERT
CONC WALL REINF

INTENTIONALLY
ROUGHEN SURFACE TO
1/4" AMPLITUDE

SF505
D1

3/16

CONCRETE OVER
FLOOR DECK

CONCRETE WALL

DOWEL TO MATCH VERT
CONC WALL REINF

INTENTIONALLY
ROUGHEN SURFACE TO
1/4" AMPLITUDE

SF505
D1

CONCRETE OVER
FLOOR DECK

CONCRETE WALL

SF505
D1

CONCRETE OVER
FLOOR DECK

AT CONTRACTORS
OPTION PROVIDE JOINT
(INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE)

DECK BEARING ANGLE:
L5x3x5/16 (LLV) CONT W/
1/2"Ø x 24" DBA @ 12" O.C.

STEEL EMBED PLATE:
8"x1/2"x4" W/ 2-3/4"Ø x
5" LONG HSA AT 48" O.C.

3/16
TYP

1-#5 CONT AT
DECK BEARING

CONCRETE WALL

DECK BEARING PERPENDICULAR

TO CONCRETE WALL

CONCRETE OVER
FLOOR DECK

DECK BEARING ANGLE:
L5x5x5/16 CONT CONT W/
1/2"Ø x 24" DBA @ 12" O.C.

STEEL EMBED PLATE:
8"x1/2"x4" W/ 2-3/4"Ø x
5" LONG HSA AT 48" O.C.

3/16
TYP

1-#5 CONT AT
DECK BEARING

CONCRETE WALL

DECK BEARING PARALLEL TO

CONCRETE WALL

AT CONTRACTORS
OPTION PROVIDE JOINT
(INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE)

2-#5 CONT EXTEND
4'-0" MIN BEYOND
END OF WALL

2-#5 CONT EXTEND
4'-0" MIN BEYOND
END OF WALL

CONC OVER FLOOR
DECK (WHERE OCCURS)

BEAM TOP REINF

CONCRETE
COLUMN/WALL
SEE PLAN

CONC SUSPENDED
SLAB (BEYOND)

CONCRETE BEAM

1'
 -

 6
"

BLOCKOUT WALL AT
CONCRETE BEAM

2"

TERMINATE TWO BOTTOM
BARS W/ STD HOOKS

HORIZ WALL REINF
CONCRETE OVER
FLOOR DECK

STEEL BEAM

SF601
A4

CONCRETE WALL

INTENTIONALLY
ROUGHEN SURFACE TO
1/4" AMPLITUDE

SF505
D1

3/16

1"

CONCRETE OVER
FLOOR DECK

STEEL JOIST

SF501
B1

STEEL EMBED PLATE:
6"x1"x0'-9" W/ 2-3/4"Ø x 8"
HSA SPACED AT 6" O.C.

B3

SF511

ENCLOSE HEADED
STUDS WITHIN 2-#4 TIES

CONCRETE WALL

T.O. PIER= 112' - 7"

CONCRETE OVER
FLOOR DECK

CONCRETE WALL

#4 DOWEL W/ STD HOOK
EA END @ 18" O.C.
(CENTERED IN PIER)
SEE CONCRETE PIER

STEEL COLUMN

STEEL JOIST

L3x3x1/4 DECK SUPPORT
ANGLE EACH  SIDE

5/16

STEEL BEARING PLATE:
6"x3/4"x0'-8" W/
6"x3/4"x1'-0" STIFFENER

3/16

SB502
C1

CONCRETE OVER
FLOOR DECK

CONCRETE WALL

DOWEL TO MATCH VERT
CONC WALL REINF

INTENTIONALLY
ROUGHEN SURFACE TO
1/4" AMPLITUDE

SF505
D1

4-#4 CONT

INTENTIONALLY
ROUGHEN SURFACE TO
1/4" AMPLITUDE

EXTERIOR GRADE

1

1

Ls
b

CONCRETE WALL

METAL PANEL
SEE ARCH

#4 DOWEL @ 12" O.C.

8

8"

CONCRETE OVER
FLOOR DECK

CONCRETE WALL

STEEL EMBED PLATE:
5"x3/8"xCONT W/ 3/4"Ø
x 6" HSA @ 16" O.C.

SF501
B1

3/16 3@12

TOPPING SLAB

CONCRETE WALL

CONCRETE SLAB
OR GRADE

WATERPROOFING
SEE ARCH

SF505
D1

CONCRETE OVER
FLOOR DECK

STEEL BEAM

STEEL COLUMNCONCRETE
WALL

STEEL EMBED PLATE:
1.1/4"x3"x2'-0" W/ 5-#11 x 8'-0"
(A706) SPACED AT 5.1/4" O.C.

STEEL PLATE:
3"x5/16"x0'-6"
EA SIDE

3/8

3/8

3/8 13

1/4

SF601
B1

STEEL PLATE:
5/8" x 19"

CJP, TYP

1 1/2"

#7 BARS EXTENDING
FULL LENGTH OF WALL
LAPPED W/ #11 DOWELS

1 1/2"

3/8" STIFFENER
PLATE TOP & BOT

CONCRETE WALL

CONCRETE LINTEL
3" WIDE SHIM PLATE @
30" O.C. W/ 1/2"Ø EPOXY
BOLT (3" EMBED)

3 
1/

2"
 M

IN

NOTE:
SIMILAR CONDITION
AT JAMBS.

STEEL CHANNEL &
PLATE SEE ARCH

3/16

CONCRETE OVER
FLOOR DECK

CONCRETE
WALL

STEEL BEAM

CONCRETE TOPPING
SLAB OVER RIGID
INSULATION

WATER
PROOFING
LAYER SEE
ARCH

SF502
D1

SF505
D1

CONCRETE TOPPING
SLAB OVER RIGID
INSULATION

CONCRETE
FOUNDATION
WALL

STEEL BEAM

SF601
A4

SF505
D1

3/16

Detail Name

CONCRETE OVER
FLOOR DECK

CONCRETE WALL

CONCRETE SLAB
ON GRADE

STEEL EMBED PLATE:
5"x3/8"xCONT W/ 3/4"Ø
x 6" HSA @ 16" O.C.
(BOT) & 3/4"Ø x 5.1/2"
HSA @ 16" O.C. (TOP)
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PROJ 2010562

BID DOCUMENTS
May 15, 2013

NO SCALESF505

D5 STEEL BEAM TO CONCRETE WALL

NO SCALESF505

D4

CONCRETE OVER FLOOR DECK BEARING AT
CONCRETE WALL

NO SCALESF505

D3

CONCRTE OVER FLOOR DECK BEARING AT
CONCRETE WALL

NO SCALESF505

D1

TYPICAL CONCRTE OVER FLOOR DECK BEARING
AT CONCRETE WALL - BEARING PERPENDICULAR
& PARALLEL

NO SCALESF505

C5 CONCRETE BEAM BEARING ON CONCRETE WALL

NO SCALESF505

C4 STEEL BEAM TO CONCRETE WALL

NO SCALESF505

B2 STEEL JOIST BEARING

NO SCALESF505

B1

STEEL JOIST BEARING AT STEEL COLUMN AT
CONCRETE PIER

NO SCALESF505

B5

CONCRETE OVER FLOOR DECK BEARING AT
CONCRETE WALL

NO SCALESF505

B4 CONCRTE HAUNCH DETAIL AT WALL TRANSITION

NO SCALESF505

B3

CONCRETE OVER FLOOR DECK BEARING AT
CONCRETE WALL

NO SCALESF505

C3

CONCRETE OVER FLOOR DECK BEARING AT
CONCRETE WALL AT OVERHEAD DOOR

NO SCALESF505

A4 DRAG STRUT CONNECTION DETAIL

NO SCALESF505

C1 CONCRETE LINTEL AT OVERHEAD DOOR - HEAD

NO SCALESF505

A2 STEP IN COMPOSITE FLOOR W/ TOPPING SLAB

NO SCALESF505

C2 STEEL BEAM CONNECTION TO CONCRETE WALL

NO SCALESF505

A3 DECK BEARING ON CONCRETE WALL

2 APR 15, 2013 DFCM Comments



CONCRETE OVER
FLOOR DECK

STEEL BEAM

CONCRETE WALL

STEEL BEAM

STEEL BEARING PLATE:
6"x1"x1'-0" W/ 2-3/4"Ø x 8"
HSA SPACED @ 8" O.C.

3/16 4

#4 x 4'-0" EA
SIDE OF HSA

CONCRETE OVER
FLOOR DECK

STEEL BEAM

CONCRETE COLUMN/WALL

STEEL BEARING PLATE:
6"x1"x1'-0" W/ 2-3/4"Ø x 8"
HSA SPACED @ 8" O.C. 3 SETS OF TIES

WITHIN TOP 5"

3/16 4

STEEL COLUMN

BEAM WEB STIFFENER
PLATE OR BEAM WEB
CONNECTION PLATE
EACH SIDE, TYP

STEEL COLUMN
WHERE OCCURS

CONCRETE WALL

DYWIDAG COUPLER

CONCRETE OVER
FLOOR DECK

2-1"Ø GRADE 150
DYWIDAG BARS SPACED
AT 4" O.C. - EXTEND
BARS TO WITHIN 4" OF
FAR END OF WALL

1 
1/

4"
 C

LR

'A'

SECTION "A"

SLAB REINF

CONCRETE OVER
FLOOR DECK

CONCRETE WALL

STEEL EMBED PLATE:
5"x3/8"xCONT W/ 3/4"Ø
x 6" HSA @ 16" O.C.4"

CONCRETE SLAB
ON GRADE

#4 x 4'-0" DOWEL @
16" O.C. W/ 4-#4 CONT

1"

CONCRETE OVER
FLOOR DECK

CONCRETE WALL

STEEL BEAM

SF505
B2

3/16 4

SF601
D1

SF501
B1

CONCRETE WALL

1 
1/

2"
 C

LR

STEEL BEAM
(SKEWED)

STEEL BEAM

CONCRETE OVER
FLOOR DECK

CONCRETE OVER
FLOOR DECK

3/8" STIFFENER
PLATE EA SIDEGROUT BEAM POCKET

SOLID AFTER BEAM
INSTALLATION

SF506
D5

2-1"Ø GR150
DYWIDAG BARS

STEEL BEARING PLATE:
5"x3/8"x1'-2" SLOTTED TO
FIT AROUND BEAM WEB

STEEL PLATE: 1.1/2" x
4" SQUARE EA SIDE

STEEL PLATE:
4"x3/8"x1'-3" EA SIDE

STEEL END PLATE:
3/8" x 8" WIDE

COPE VERT LEG OF
LEDGER ANGLE AS REQ'D

5/16
TYP

3/8STEEL BEAM

TRUSS TOP CHORD
W/ 1/2" END PLATE

STEEL BEARING PLATE:
12"x1"x1'-6" W/ 2-3/4"Ø x
8" HSA & 2-#7 x 4'-6"
(A706) SPACED @ 4" O.C.

3 SETS OF TIES
WITHIN TOP 5"

STEEL SPLICE PLATE:
3"x3/8"xREQ'D

5

1/4 3

1/4 4

6

SF511
C3

STEEL TRUSS

TRUSS TOP CHORD
W/ 1/2" END PLATE

STEEL BEARING PLATE:
12"x1"x1'-0" W/ 2-3/4"Ø x 8"
HSA & 2-#7 x 4'-6" (A706)
SPACED @ 4" O.C.

3 SETS OF TIES
WITHIN TOP 5"

5/16

8

6

1/2"

STEEL TRUSS

TRUSS TOP CHORD
W/ 1/2" END PLATE

STEEL BEARING PLATE:
1.1/2 THICKxREQ'Dx
1'-1" WIDE

5/16

1/4 5

(5/8)EA
FLANGE

STEEL STIFFENER PLATE:
6"x5/8"x1'-2"  WELDED
TO EA FLANGE

CONCRETE
WALL

5/16

1/2"

FRAME COLUMN
ANCHORAGE PER
COLUMN SCHEDULE

STEEL TRUSS
TRUSS TOP CHORD
W/ 1/2" END PLATE

STEEL BEARING PLATE:
6"x1.1/2"x1'-0.1/2"

(5/16)
1/4 5

STEEL STIFFENER PLATES:
2 - 6"x5/8"x1'-2" SPACED
@ 10" O.C.

STEEL COLUMN

3/8" STEEL STIFFENER
PLATE EA SIDE

5/16

1.1/4" MAX

1/2"

1/4" RANDOMLY ORIENTED
FIBER REINFORCED
NEOPRENE BEARING PAD
(8000 PSI MIN ULTIMATE
COMPRESSIVE STRENGTH)

STEEL BEAM

HSS5x5x1/4 @
6'-0" O.C. MAX

SF501
B1

3/8" STIFFENER
EA SIDE

1/4

1"x7"x11" W/ 4-3/4"Ø A325N-
SNUG TIGHT & RUIN
THREADS

3/16
3 SIDES

3/16

1/4 3

L3x3x1/4 DECK EDGE ANGLE

L3x2x1/4 (LLH)
DECK BRG
ANGLE EA SIDE

1/4"xCONT PL

1/4" RANDOMLY ORIENTED
FIBER REINFORCED NEOPRENE
BEARING PAD (8000 PSI MIN
ULTIMATE COMPRESSIVE
STRENGTH)

CONCRETE WALL

3/4"x10"x16" STEEL PL W/ 4-3/4"Ø
SIMPSON TITEN HD (6.1/4" EMBED,
SPACED 7") OR EQUIV CONC
SCREW ANCHOR

1
'-

1
"

 
 13
"

1/4"x2" STEEL PL

HSS6x2x3/16 (LSV)
TUBE TAPERED TO
1.1/2" MIN. DEEP U.N.O
@ 6'-0" O.C. MAX

1/4

3/16

3/16

L3x2x1/4 (LLH) DECK
BRG ANGLE EA SIDE,
TAPER VERT LEG

3/16 3@6

SF506
A2

BTWN TUBES

1/4x3" SQ
BRG PAD

L3x3x1/4 W/ 3-1/2Ø SIMPSON
TITEN HD (3.1/2" EMBED,
SPACED 24") OR EQUIV

STEEL BEAM

CONC OVER
FLOOR DECK

SF501
B1

HSS6x2x1/4
@ 5'-4" O.C.

L3x3x1/4

L3x3x1/4 EA SIDE

SF506
A2

3/16 3

1/4 3

SF501
B1

SF601
D1

CONCRETE WALL

STEEL EMBED PLATE:
5"x3/8"xCONT W/ 3/4"Ø x
6" HSA @ 12" O.C.

CONCRETE OVER
FLOOR DECK

SF501
B1

3/4"Ø X 5" HSA
@ 12" O.C.

DETAIL AT POSTS

3/4"x7" SQ W/
4-5/8"Ø x 2'-6" DBA'S
(SPACED 5")

1/4

3/16 3--12

STEEL PLATE:
12.1/2"x3/4"x1'-8" W/ 3-
1"Ø THRU BOLTS

STEEL PLATE:
7.1/2"x3/4"x1'-8" W/ 3-3/4"Ø
SIMPSON TITEN HD
(5.1/2" EMBED)

CONCRETE
FOUNDATION WALL

1 1/2"

1/4" RANDOMLY ORIENTED
FIBER REINFORCED
NEOPRENE BEARING PAD
(8000 PSI MIN ULTIMATE
COMPRESSIVE STRENGTH)

(5/16)

(5/16)

A

SECTION 'A'

1 
1/

2"
5"

2"
9"

2 
1/

2"

1 1/2" 6" 5"

5/16
TYP

1/4"x3" SQ PLATE
WASHERS

HSS6x2x1/4

CONCRETE OVER
FLOOR DECK

#4 DOWEL @ 12"
O.C. W/ 3-#5 CONT

SF501
B1

STEEL BEAM

SF502
D1

CONCRETE OVER
FLOOR DECK

STEEL BEAM

1/8" STEEL BENT PLATE

3/16 3-12

STEEL TRUSS

TRUSS TOP CHORD
W/ 3-1/2" STIFFENER
PLATE EA SIDE

1/4 5

CONCRETE
WALL

SB501
B3

1"

1/2"

EQ EQ EQ

5/16
3 SIDES

SF506
C1
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May 15, 2013

NO SCALESF506

D5

STEEL BEAM TO STEEL BEAM BEARING AT
CONCRETE WALL

NO SCALESF506

D3 CANTILEVERED TRANSFER GIRDER BEARING AT CONCRETE WALL

NO SCALESF506

D2 DYWIDAG DRAG STRUT

NO SCALESF506

D1

CONCRETE OVER FLOOR DECK BEARING AT
DOOR OPENING

NO SCALESF506

C5 STEEL BEAM BEARING AT CONCRETE WALL

NO SCALESF506

C4 DRAG STRUT CONNECTION

NO SCALESF506

C3

STEEL TRUSS & STEEL BEAM BEARING AT
CONCRETE WALL

NO SCALESF506

C2

STEEL TRUSS W/ DRAG STRUT BEARING AT
CONCRETE WALL

NO SCALESF506

C1 STEEL TRUSS TO STEEL COLUMN CONNECTION

NO SCALESF506

B5 STEEL TRUSS BEARING AT STEEL COLUMN

NO SCALESF506

A2 TYPICAL ROOF OVERHANG FEATURE

NO SCALESF506

A1 ROOF OVERHANG FEATURE AT CONCRETE WALL

NO SCALESF506

B2 ROOF OVERHANG FEATURE BELOW FLOOR

NO SCALESF506

B1

CONCRETE OVER FLOOR DECK BEARING AT
CONCRTE WALL W/ CANTILEVERED EDGE

NO SCALESF506

B3

ROOF OVERHANG FEATURE STEEL EMBED PLATE
AT CONCRETE WALL - PLAN VIEW

NO SCALESF506

B4 FLOOR DECK EDGE BEAM

NO SCALESF506

A4 STEEL BEAM W/ STEEL CROWN PLATE

NO SCALESF506

A5 STEEL TRUSS TO STEEL COLUMN CONNECTION



1'
 -

 0
"

S
E

E
 A

R
C

H

CEILING LINE

CONCRETE OVER
FLOOR DECK

2.1/2"Ø STD PIPE
@ 6'-0" O.C. MAX

CONT STEEL PIPE
SEE PLAN

STEEL BEAM
L3x3x1/4x1'-6" W/
2-1/2"Ø SIMPSON
TITEN 'HD' (OR HILTI
HUS) (2.1/2" EMBED)

L3x3x1/4 KICKER
AT EA VERT PIPE

STEEL PLATE:
4"x3/8"xREQ'D

3/
4"

 C
LR

TWO L3x3x1/4 KICKERS WELDED
TO PIPE TOP & BOT(ORIENT IN
OPPOSING DIRECTIONS) IN
LENGTHWISE DIRECTION

3/16 3
TYP

3/16 3

3/16

3/16 3

1/2" TYP

STEEL BELOW CEILING TO BE
ARCHITECTURALLY EXPOSED
STRUCTURAL STEEL.

STEEL BEAM

STEEL COLUMN

STEEL BEAM

STEEL TUBE
BRACE

STEEL TUBE
WIND GIRT

NOTE:
ALL BOLTS SHALL BE
PRETENSIONED W/ CLASS
'A' FAYING SURFACE.

SF601
D1

SF513
B4

SF514
D2

SIM

Detail Name

CONCRETE OVER
FLOOR DECK

CANTILEVERED
STEEL BEAM

CONCRETE SLAB
ON GRADE

SF601
C3

SF513
B4

STEEL COLUMN

STEEL TUBE
WIND GIRT

Detail Name

CONCRETE OVER
FLOOR DECK

STEEL HOIST BEAM

1/
2"

BEAM WEB STIFFENER
PLATE EA SIDE

STEEL PLATE:
3.1/2"x3/8"x0'-6" W/ 2-
7/8"Ø A325 BOLTS

1/4
TYP

CONCRETE
BRIDGE BEAM: 22"
DEEP x 7'-0" CONT

(10) #7 x CONT
TOP & BOT

4" TOPPING SLAB W/
#4 @ 18" O.C. EA
WAY

CURB W/ (3) #4 xCONT
& #3 TIES @ 8" O.C.

(2) #4 STIRRUPS
@ 8" O.C.

1'
 -

 1
0"

7' - 0"

CONCRETE
BRIDGE BEAM

#4 U-BARS EA
SIDE LAPPED W/
CROSSWISE
REINF

SF507
A4 SF507

A4

#4 @ 8" O.C. TOP
& BOT

CONCRETE
COLUMN

CONCRETE
BRIDGE BEAM
U-BARS TO MATCH
& LAP W/ CONT.
REINF

SF507
A4

CONCRETE
COLUMN

2"

(10)#7 TOP (BOT LAYER)
(10)#7 BOT (BOT LAYER)

(10)#7 TOP (TOP LAYER)
(10)#7 BOT (TOP LAYER)

STIRRUPS

STIRRUPS

B3

SF507

20
' -

 0
" 

M
IN

IM
U

M
 E

M
B

E
D

M
E

N
T

A2

SF507

TYP

3
'-

3
1

/2"
 
 
 

7'
-0

"

LA
P

 S
P

LI
C

E
S

 N
O

T
 P

E
R

M
IT

T
E

D

Detail Name

14-#11 VERT
REINFORCING

40"Ø CONCRETE
DRILLED PIER

#4 TIES @ 5" O.C.

C
O

V
E

R

3"
 C

LE
A

R

Detail Name

CONCRETE OVER
FLOOR DECK

STEEL COLUMN

CONCRETE SLAB
ON GRADE

1/4
TYP

1/4x3.1/2" SQ  W/
7/8"Ø A325 EA SIDE
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PROJ 2010562

BID DOCUMENTS
May 15, 2013

NO SCALESF507

D4 CONT HORIZONTAL PIPE BRACING SUPPORT DETIAL

NO SCALESF507

D3

HORIZONTAL STEEL TUBE (DRAG STRUT)
BRACING TO STEEL COLUMN

NO SCALESF507

D2

STEEL TUBE WIND GIRT TO STEEL BEAM AT
STEEL COLUMN

NO SCALESF507

D1

STEEL HOIST BEAM CONNECTION TO STEEL
BEAM

NO SCALESF507

A4 TYPICAL BRIDGE DECK SECTION

NO SCALESF507

A3 BRIDGE DECK AT COLUMN

NO SCALESF507

B3 BRIDGE DECK AT COLUMN

NO SCALESF507

B4 TYPICAL BRIDGE DECK PLAN VIEW

NO SCALESF507

A1 BRIDGE PIER ELEVATION

NO SCALESF507

A2 TYPICAL BRIDGE PIER PLAN

2 APR 15, 2013 DFCM Comments

NO SCALESF507

C3 HANGER DETAIL



STEEL TUBE BEAM

STEEL CHANNEL
STRINGER

CONCRETE OVER
FLOOR DECK

1/8" X 4" WIDE CONT
BENT PLATE

STRINGER WEB
STIFFENER
PLATE - FAR SIDE

3/16 3

STRINGER TO
TUBE

1/8 3-12

BENT
PLATE TO

TUBE

STR-CH-03

CONC OVER
FLOOR DECK

STEEL CHANNEL

DECK BEARING ANGLE:
L3x3x1/4xCONT

1/4 3@12

CONC OVER
FLOOR DECK

STEEL CHANNEL

DECK BEARING ANGLE:
L5x3x1/4xCONT

1/4 3@12

STR-CH-01

STEEL
CHANNEL BEAM

STEEL CHANNEL BEAM

STEEL PLATE:
1/2"x3.1/2"

1/2" STEEL
STIFFENER PLATE

STEEL PLATE:
3"x1/2"x1'-0"

(1/4)

3/16

CJP

3/16

3/8

(1/8)CHANNEL WEBS
TO PLATE

CONC PIER

STEEL EMBED PLATE:
12"x1.3/8"x2'-1" (A572 GR50) W/ 3-#6
x 2'-0" (A706 SPACED 4" O.C.) & 4-
3/4" DIA x 5" HSA (SPACED 5" O.C.)

STEEL
CHANNEL
STRINGER

L5x5x5/16x0'-6" W/
1/4" STIFFENER
PLATE

1/4" STEEL PLATE

CJP

3/16

5/16

3/16

3/16 3SIDES

1"
11

 1
/2

"
11

 1
/2

"
1"
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NO SCALESF508

D5

STEEL CHANNEL STRINGER BEARING AT STEEL
TUBE BEAM

NO SCALESF508

D4

CONCRETE OVER FLOOR DECK BEARING AT
STEEL CHANNEL

NO SCALESF508

D3

BROKEN BACK STEEL STAIR STRINGER
CONNECTION

NO SCALESF508

D2 FLOOR DECK EDGE BEAM



ROOFEDGE

0" TO 6" >6" TO 12"

> 12"

'd
'

> 12"

ROOF EDGE FOR 0" UP TO 6" ROOF EDGE FOR >6" UP TO 12"

ROOF EDGE FOR >12" ROOF EDGE FOR >12"

1/4" BENT PLATE

STEEL BEAM

5/16_" CONT. BENT PLATE

STEEL BEAM WHERE
OCCURS, SEE BOLTED
SINGLE PLATE CONNECTION
SCHEDULE

STEEL BEAM

WELD PLATE: 4"x1/4"x4"
TYPICAL EACH END OF
KICKERS

L2x2x1/4 KICKER
SPACED AT PURLIN
SPACING

CONT EDGE
ANGLE:
L3.1/2x3.1/2x1/4

STEEL BEAM

ROOF DECK

L2x2x1/4 KICKER SPACED
EQUALLY BTWN
COLUMNS (6'-0" O.C.
MAX.)

WELD PLATE: 4"x1/4"x4"
TYPICAL EACH END OF
KICKERS

CONT EDGE ANGLE:
L3.1/2x3.1/2x1/4

L3.1/2x3.1/2x1/4 KICKER
SPACED EQUALLY BTWN
COLUMNS (6'-0" O.C.
MAX.)

STEEL BEAM

ROOF DECK

KICKER REQ'D THIS SIDE
WHERE BEAM DEPTH
DIFFERENCE ('d') ≥ 6"

1

2

SEE BOLTED SINGLE
PLATE CONNECTION
SCHEDULE

ROOF DECK ROOF DECK

STEEL
BEAM

6"

1'-0"  

1'-6"  
1'-6"  

11
1/2" 

STEEL BEAM WHERE
OCCURS, SEE BOLTED
SINGLE PLATE CONNECTION
SCHEDULE

3/16 3-12
TYP

3/16 3-12
TYP

3/16
TYP

3/16
TYP

3/16
TYP

3/16
TYP

3" 3"

JK1RTS12

>6"

>6"P= CONCENTRATED LOAD
GREATER THAN 100#

P= CONCENTRATED LOAD
GREATER THAN 100#

TYPICAL OPEN WEB
JOIST OR GIRDER

ADDITIONAL DIAGONAL
WEB MEMBER L2x2x3/16
UNO

10"

103/8" 

NOTE:  WHEN CONCENTRATED LOADS (GREATER THAN 100#) ON OPEN WEB JOISTS OR
GIRDERS ARE LOCATED MORE THAN 6 INCHES FROM THE PANEL WORKPOINTS AT EITHER
THE TOP OR BOTTOM CHORD ADDITIONAL DIAGONAL WEB MEMBERS SHALL BE FURNISHED
AND INSTALLED AT THE LOCATION OF THE CONCENTRATED LOAD BY THE CONTRACTOR.
CONCENTRATED POINT LOADS, SINGLE OR MULTIPLE, TOTALING 100# OR LESS CAN BE
LOCATED AT ANY POINT ALONG THE TOP OR BOTTOM CHORD OF AN OPEN WEB JOIST OR
GIRDER BETWEEN ADJACENT PANEL POINTS WITHOUT MEETING THESE REQUIREMENTS. A
LIMIT OF FOUR CONCENTRATED 100# MAX. POINT LOADS PER JOIST OR GIRDER WILL BE
PERMITTED ON SPANS OF 12' & GREATER, ONE CONCENTRATED 100# MAX. LOAD ON SPANS
LESS THAN 12', UNLESS SPECIFICALLY NOTED OTHERWISE ON THE DRAWINGS. JOIST
BRIDGING SHALL NEVER BE USED TO SUPPORT HANGING LOADS.

JK2RTS07

SEE DETAIL D4/S511
FOR OPENINGS LESS
THAN 12" IN DIAMETER.

3/16
TYP

OPEN WEB STEEL
JOIST OR BEAM

OPENING DIMENSION
SEE A/E CONTRACT

DOCUMENTS

ANGLE FRAME
L5x3x1/4 (LLV)

SEE TYPICAL ROOF TOP MECHANICAL
UNIT SUPPORT DETAIL FOR FRAMES
BENEATH MECHANICAL UNITS.
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6"
6"

1'-9"  

1'-8
"  

JK2RTS08

SOLID BLOCK THE FLUTES OF THE STEEL DECK BENEATH THE CURB OF THE MECHANICAL
UNIT. THIS MAY BE DONE WITH A HSS1.1/2x1.1/2x1/4 x6" LONG TACK WELDED TO THE STEEL
DECK OR WITH SOLID BLOCKING CONNECTED TO THE STEEL DECK.

WHERE THE MECHANICAL UNIT WEIGHS LESS THAN 600#, THE L6x4x5/16 SUPPORT ANGLES
MAY CHANGED TO L5x3x1/4 (LLV).

3/16
TYP

ANGLE FRAME
L6x4x5/16 (LLV)
UNDER MECHANICAL
UNIT CURB

CURB DIMENSION
SEE ARCH/MECH

3/16 3@12
TYP

O
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R
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T
S

E
E
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R

C
H

/M
E

C
H

TRIM HORIZ. LEG
WHERE UNIT
SPANS OVER MORE
THAN 2 JOIST

L3x3x1/4
AROUND DUCT
OPENING TYP.

L6x4x5/16
(LLV) TYP.

6"

6"

6"

1'-9"  

OPEN WEB STEEL
JOIST OR BEAMNOTE:

WELD ROOF DECK
TO ANGLE FRAME.
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JK2RTS09

PLAN

36"SQ. < 12"DIA.

24"SQ. < 8"DIA

12"SQ. < 4"DIA

ROOF DECK

PIPE SLEEVE

18GA PLATE W/ #10
SHEET METAL SCREWS
@ 6" O.C. EA. WAY

1'-6"  

1'-6"  

1'-6"  

JK2RTS15

OPEN WEB STEEL
JOIST OR BEAM

ANGLE FRAME:
L3x3x1/4

3/16
TYP

3/16
TYP

NOTE:
WELD ROOF DECK
TO ANGLE FRAME.

COPE VERT
LEG OF
ANGLE

ROOF DRAIN
OPENINGS

JK2RTS16

ANGLE FRAME:
L3x3x1/4

OPEN WEB STEEL
JOIST OR BEAM

ANGLE FRAME:
L3x3x1/4

3/16
TYP

3/16
TYP

3/16
TYP

3/16
TYP

ROOF DRAIN
OPENINGS

COPE VERT
LEG OF
ANGLE

COPE VERT
LEG OF
ANGLE

ROOF DRAIN
OPENINGS

NOTE:
WELD ROOF DECK
TO ANGLE FRAME.

JL2RTS11

STEEL BEAM 3/16
TYP

X-BRIDGING BY
JOIST SUPPLIER

ROOF DECK

SF511
A1

JK1RMW04

3/16
TYP

STEEL BEAM

OPEN WEB STEEL JOIST

1/4 3
TYP

ROOF DECK

JK1RMW05

BWTN JOISTS

1/8 3@12
TYP

3/16
TYP

1/8" CONT.
BENT PLATE
BTWN JOISTS

STEEL BEAM

OPEN WEB STEEL JOIST

1/4 3
TYP

ROOF DECK

SF511
A1

JK1RMW09

STEEL BEAM

ROOF DECK

OPEN WEB
STEEL JOIST

1/2" MAX

L3x3x5/16x1'-0" EA SIDE

3/16

1/4 1/4 3
TYP

STEEL BEAM

JK1RMW10

BWTN JOISTS

1/8 3@12
TYP

1/8" CONT.
BENT PLATE
BTWN JOISTS

ROOF DECK

OPEN WEB
STEEL JOIST

STEEL BEAM

1/2" MAX

SF511
C3

STEEL BEAM

JK1RMW14

1/4
TYP

STEEL CAP PLATE

STEEL BEAM

STEEL COLUMN

JOIST BRG END W/ 2-
1/2"Ø ERECTION
BOLTS

ROOF DECK

STABILIZER PLATE

3/16
TYP

BEAM WEB STIFFENER
PLATE EACH SIDE

SF601
D1

U.N.O.

1' - 0"
1/4 3

TYP

JK1RSB08

1/2" CAP PLATE

STEEL COLUMN

STEEL BEAM

ROOF DECK

SF601
D1

SF512/A3

STEEL BEAM
STEEL JOIST

ROOF DECK

L5x5x5/16x1'-0"

1/4

1/4
3 SIDES

NOTE:
WHERE BEAM OCCURS
ON BOTH SIDES, TRIM
HORIZONTAL LEG OF
ANGLE AS REQ'D.

1/2" MAX.

JK1RSB17

STEEL BEAM

STEEL COLUMN

STEEL BEAM

ROOF DECK

SF511
A1

SF601
D1

SF601
D1

STEEL COLUMN

NOTE:
SEE DETAIL
FOR JOIST SPANNING
MORE THAN 60'-0".

SF513
A5

STEEL JOIST

6"x1/4"xCOL
DEPTH +1"

ROOF DECK

L5x5x3/8xCOL DEPTH+
1" W/ 3/8" STIFFENER

3/16

3/16

EA
FLANGE

5/16

EA
FLANGE

1/4 3
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NO SCALESF511

A1 TYPICAL ROOF EDGE DETAILS AT STEEL BEAMS

NO SCALESF511

D1

TYPICAL DETAIL AT ADDITIONAL CONCENTRATED
POINT LOAD

NO SCALESF511

D2 TYPICAL ROOF OPENING DETAIL (PLAN VIEW)

NO SCALESF511

D3

TYP ROOF TOP MECHANICAL UNIT SUPPORT
DETAIL (PLAN VIEW)

NO SCALESF511

D4 TYPICAL PIPE SLEEVE HOLE THRU ROOF DECK

NO SCALESF511

D5 TYPICAL ROOF DRAIN OPENING (PLAN VIEW)

NO SCALESF511

C1 TYPICAL ROOF DRAIN OPENING (PLAN VIEW)

NO SCALESF511

A5 TYPICAL EDGE BEAM WITH BRIDGING

NO SCALESF511

C5 TYPICAL JOIST BEARING AT STEEL BEAM

NO SCALESF511

C4

TYP JOIST BEARING AT STEEL BEAM W/ CHORD
TIE/DRAG STRUT

NO SCALESF511

C3

TYPICAL JOIST & STEEL BEAM BEARING AT STEEL
BEAM

NO SCALESF511

C2

TYP JOIST & STEEL BEAM BEARING AT STEEL
BEAM W/ CHORD TIE/DRAG STRUT

NO SCALESF511

B5

TYPICAL JOIST & STEEL BEAM BEARING AT STEEL
COLUMN

NO SCALESF511

B4

TYPICAL STEEL BEAM CONNECTION TO STEEL
COLUMN

NO SCALESF511

B3 STEEL BEAM TO STEEL JOIST

NO SCALESF511

A4

TYPICAL STEEL BEAM CONNECTION TO STEEL
COLUMN

NO SCALESF511

A3 STEEL JOIST BEARING AT STEEL COLUMN+



Detail Name

CONCRETE WALL

ROOF DECK

WALL MOUNT BASE BY
CRANE MFR

4-5/8"Ø EPOXY BOLTS
SPACED @ 14.1/2" W/
4" EMBED VERIFY W/
CRANE MFR

4"

CRANE MAST

SF512
D2

NON-BRG-CMU-02

2"
 G

A
P

AT ROOF MASONRY WALL
CENTERED ON STEEL BEAM

AT ROOF MASONRY WALL
OFFSET FROM STEEL BEAM

MASONRY WALL

L6x3.1/2x5/16 x8" (LLV) EA
SIDE OF MASONRY WALL
@ 8'-0" O.C.

1/4
TYP

3/16
TYP

3/8" THICK x 8" LONG
STEEL BENT PLATE @
8'-0" O.C.

MASONRY WALL

2"
  G

A
P

STEEL ANGLE KICKER:
LENGTH < 6'-0" USE
L3.1/2x3.1/2x5/16
LENGTH > 6'-0" TO 15'-0"
USE 2-L3.1/2x3.1/2x5/16, W/
4"x1/4x4" WELD PLATE EACH
END, TYP @ 8'-0" O.C. MAX

ATTACH KICKER TO WELD
PLATE AT TOP FLANGE OF
ADJACENT BEAM, TYP

STEEL BEAM

#5 CONT #5 CONT

3/16
TYP

3/16
TYP

M
IN4"

3/8" THICK x 8" LONG
STEEL BENT PLATE @
8'-0" O.C.

VARIES

3/16
TYP

2 1/2"

STEEL BEAM

ROOF DECK

ROOF DECK

SB2MW101 cmbnd

1-#5 x CONT. AT
DECK BEARING

3/16
TYP

DECK BRG ANGLE:
L3x3x1/4 x CONT.

EMBED WELD PLATE:
8"x1/2"x4" W/2-3/4" DIA x
5" HSA @ 24" O.C.

HORIZ WALL REINF. TYP
AT TOP OF WALL

CONCRETE WALL

ROOF DECK

DECK BRG ANGLE:
L5x3x1/4 x CONT. (LLH)

EMBED WELD PLATE:
8"x1/2"x4" W/2-3/4"Ø x5"
LONG HSA @ 24"O.C.

3/16 3
TYP

VERT CONCRETE
WALL REINF

PERPENDICULAR PARALLEL

CONCRETE WALL

VERT CONCRETE
WALL REINF

ROOF DECK

1-#5 x CONT. AT
DECK BEARING

HORIZ WALL REINF. TYP
AT TOP OF WALL

HORIZ. BRIDGING
BY JOIST SUPPLIER

BRIDGING ATTACHMENT
L3x3x1/4 x JOIST DEPTH
W/2-3/4" DIA. EPOXY BOLTS

2-#4 CONT AT
DECK BEARING

DECK BEARING PARALLEL
USE: L5x3x1/4 CONT (LLH)

DECK BEARING
PERPENDICULAR  USE:
L4x4x1/4 CONT

3/16
TYP

ROOF DECK

STEEL EMBED PLATE:
8"x1/2"x4" W/ 2-3/4"Ø x
5" HSA @ 24" O.C.

VERT CONCRETE
WALL REINF

CONT HORIZ WALL REINF,
TYP AT TOP OF WALL

CONCRETE WALL

3/16
TYP

ROOF DECK

CONCRETE WALL

STEEL JOIST

1/8 2

TYPICAL DECK BEARING AT
MASONRY WALL WITH BRIDGING
ATTACHMENT FOR DECK
BEARING AT MASONRY WALL

2-#4 CONT AT
JOIST BEARING

STEEL EMBED PLATE:
5"x1/2"x0'-9" W/ 2-3/4"Ø
x 5" HSA

3/16

2-#4 CONT AT
DECK BEARING

ROOF DECK

VERT CONCRETE
WALL REINFCONT HORIZ WALL REINF,

TYP AT TOP OF WALL

CONCRETE WALL

STEEL JOIST

1/8 2

2-#4 CONT AT
JOIST BEARING

3/16

STEEL EMBED PLATE:
5"x1/2"x0'-9" W/ 2-3/4"Ø
x 5" HSA

ROOF DECK

CONCRETE WALL

STEEL JOIST

1/4 4

STEEL BEARING PLATE:
6"x1"x0'-9" W/ 2-3/4"Ø x
8" HSA (SPACED 6")

DESIGN JOIST TO
TRANSFER A 11K SEISMIC
LRFD AXIAL LOAD
THROUGH JOIST SHOE.

ENCLOSE HEADED
STUDS WITHIN 2-#4 TIES

CONCRETE WALL

STEEL EMBED PLATE:
5"x3/8"xCONT W/ 3/4"Ø x
5" HSA @ 16" O.C.

ROOF DECK
SF511

A1

CONCRETE WALL

STEEL EMBED PLATE:
5"x3/8"xCONT W/ 3/4"Ø x
5" HSA @ 16" O.C.

ROOF DECK

STEEL ANGLE - COPE VERT
LEG EA END TO BEAR ON
JOIST, WELD TO JOIST W/
3/16" FILLET WELD ON 3 SIDES

ROOF DECK

3/16
3 SIDES

(3/16)

3/16

CONCRETE WALL

SF512
C1

CONCRETE
SHEAR WALL

STEEL EMBED PLATE:
1"x3"x1'-9" W/ 5-#10 x 7'-0"
(A706) @ 4.1/2" O.C.

STEEL BEAM
8" MIN

STEEL EMBED PLATE:
10"x3/4"x0'-10" W/ 3/4"Ø x
8" HSA & #6 x 3'-6" (A706)

CJP, TYP

3/16 5

1/4 4

7/16

7/16
3 SIDES

STEEL PLATE:
10"x3/4"x1'-6"

#6 BARS EXTEND FULL
LENGTH OF WALL,
LAPPED W/ #10 DOWEL.

SF512/B2

SF601
A4

3/16

ROOF DECK

1/4 4

ENCLOSE HEADED
STUDS W/ 2-#4 TIES

STEEL BEAM

STEEL JOIST

STEEL EMBED PLATE:
3/4"x10" SQ W/ 2-3/4"Ø x 8"
HSA (SPACED 6" O.C.)

SF511
C3

CONCRETE WALL

NOTE:
DESIGN JOIST TO TRANSFER
11K SEISMIC LRFD AXIAL
LOAD THROUGH SHOE.

ROOF DECK

STEEL BEAM
STEEL BEAM

CONCRETE WALL

SF601
B1

STEEL EMBED PLATE:
10"x3/4"x0'-10" W/ 2-3/4"Ø x
8" HSA (SPACED @ 6" O.C.)

1/4 4

JK1RTS15

3/16
TYP

2L-6x4x5/16

ANGLE BRACE:
L2x2x3/16

ROOF DECK

L-2x2x3/16 FROM TOP
CHORD BEARING
JOINT TO NEAREST
BOTTOM CHORD
PANEL JOINT. SEE

JK1RTS12

HANGING ROD.
SEE MECH.

SPACER PLATE

SIM.

OPEN WEB
STEEL JOIST

SF511
D1

JK2RSB01

STEEL BEAM

1/4 3
TYP

3/16
TYP

3/16
TYP

1/4" THICK
WELD PLATE

L3x3x1/4 x CONT ANGLE
BRACE @ EA JOIST

NOTE: DESIGN JOIST
FOR 1400lbs WIND
LOAD UP OR DOWN.

1/4
3 SIDES

ROOF DECK

OPEN WEB
STEEL JOIST

L5x5x5/16 x
12" LONG

1'-81/4"   

4'-0"

NOTE:
FOR BENT PLATE BTWN
JOIST SEE               .

SF511
C4
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NO SCALESF512

C2 CRANE MOUNT TO CONCRETE WALL

NO SCALESF512

D4

TYPICAL NON-BEARING MASONRY WALL
CONNECTION TO FLOOR

NO SCALESF512

D2 TYPICAL DECK BEARING AT CONCRETE WALL

NO SCALESF512

C5 ROOF DECK BEARING AT CONCRETE WALL

NO SCALESF512

C4 STEEL JOIST BEARING AT CONCRETE WALL

NO SCALESF512

C3 STEEL JOIST BEARING AT CONCRETE WALL

NO SCALESF512

D1

OPEN WEB STEEL JOIST BEARING AT CONCRETE
WALL

NO SCALESF512

C1

ROOF DECK BEARING AT CONCRTE WALL W/
CANTILEVERED EDGE

NO SCALESF512

B5 ROOF DECK BEARING AT CONCRTE WALL

NO SCALESF512

B4 CONCRETE WALL BRACING DETAIL

NO SCALESF512

B3 DRAG STRUT AT CONCRETE SHEAR WALL

NO SCALESF512

B2 EMBED CHANNEL CONNECTION

NO SCALESF512

B1

STEEL JOIST & STEEL BEAM BEARING AT
CONCRETE WALL

NO SCALESF512

A5

STEEL BEAM DRAG STRUT BEARING ON
CONCRETE WALL

NO SCALESF512

A4

TYPICAL HANGING MECHANICAL UNIT SUPPORT
DETAIL

NO SCALESF512

A3

TYPICAL STEEL BEAM BOTTOM FLANGE BRACE
CONNECTION

2 APR 15, 2013 DFCM Comments



STEEL TUBE BEAM

ROOF DECK

SF511
A1

STEEL BEAM

BEAM WEB STIFFENER
PLATE OR BEAM WEB
CONNECTION PLATE
EA SIDE

SF601
D1

STEEL PLATE:
3"x3/8"x0'-8"
TOP & BOT

1/4

3 SIDES,
TYP

STEEL BEAM

STEEL COLUMN

SF511
A1

SF601
D1

STEEL
TUBE BEAM

ROOF DECK

3/16

CJP, TOP &
BOT

STEEL COLUMN

STEEL JOIST

ROOF DECK

SF511
A3

SF511
A3

2 
1/

2"

1/4
TYP

3/8" CONTINUITY PLATES
TYP

3"Ø STD PIPE
BRACE

1/4 5

STEEL KNIFE PLATE:
5" x 7/8" x REQ'D

SF212
D4

3/16 8

5/8"x9" GUSSET

ROOF DECK

STEEL BEAM

STEEL COLUMN

3"Ø STD PIPE
BRACE

1/2" STEEL CAP
PLATE (SCP-2)

1/4 3

BEAM WEB STIFFENER
PLATE EACH SIDE

SF212
D4

1/4

3/16 8

5/8"x9"
GUSSET

ROOF DECK

STEEL TUBE HANGER

OPEN WEB
STEEL JOIST

STEEL PLATE: 5" x 1"

3/16
TYP

STEEL PLATE:
5" SQ x 3/8"

5/16

1/2" STEEL PLATE

STEEL COLUMN

3/4" STEEL
BEARING PLATE

1"

1'
 -

 2
"

6"

3/4" STIFFENER PLATE

1/2" STEEL
CAP PLATE

6"x1/4"xCOL
DEPTH +1"

5/16

ROOF DECK

SF511
A1

DESIGN JOIST TO
TRANSFER A 11K SEISMIC
LRFD AXIAL LOAD
THROUGH JOIST SHOE.

STEEL TUBE COLUMN

HSS8x4x5/16 TAPERED
STEEL TUBE BEAM

HSS4x2x3/16
(HIGH & LOW)

5/16" x 4" CONT
STEEL PLATE

1/4" CLOSURE
PLATE, TYP

STEEL TUBE BEAM

1/4

1/4

(1/4)

(3/16)

ROOF DECK

STEEL JOIST

RIDGE LINE

STEEL BENT PLATE:
8"x3/16"xCONT

PUDDLE
WELD PER
GSN

1/8

STEEL TUBE WIND GIRT
(WHERE OCCURS)

STEEL COLUMN

STEEL TUBE
WIND GIRT

1/4

1/4

STEEL END PLATE:
3/8" THICK x SIZE OF TUBE

SF601
D1

BOLTS &
PLATE SIZE

STEEL TUBE WIND GIRT
(WHERE OCCURS)

STEEL COLUMN

STEEL TUBE
WIND GIRT

1/4

1/4

STEEL END PLATE:
3/8" THICK x SIZE OF TUBE

SF601
D1

BOLTS &
PLATE SIZE

AT COLUMN

STRONG AXIS

AT COLUMN

WEAK AXIS

HSS8x4x1/4

STEEL COLUMN

1/4" STEEL
CLOSURE
PLATE

5/16

SF601
D1

ROOF DECK

STEEL COLUMN

L3x3x1/4 KICKER
BRACE SPACED AT
PURLIN SPACING

3/16
TYP

3/16
TYP

3/16
TYP

L4x4x1/4 x COLUMN WIDTH
+1" W/4"x1/4"x4" WELD
PLATE. AT STEEL TUBE
COLUMNS OMIT ANGLES
AND WELD PLATE
DIRECTLY TO COLUMN

STEEL BEAM

SF601
D1

STEEL COLUMN

STEEL TUBE BEAM
@ 8'-0" O.C.

STEEL COLUMN

STEEL COLUMN AT BASE

1/4" STEEL
CAP PLATE

5/16
TYP

STEEL COLUMN

HSS4x4x1/4
STEEL TUBE
BEAM @ 8'-0" O.C.

STEEL COLUMN

STEEL COLUMN INTERMEDIATE

5/16
TYP

STEEL COLUMNHSS4x4x1/4
STEEL TUBE
BEAM @ 8'-0" O.C.

STEEL COLUMN

STEEL COLUMN TOP W/ TRANSITION

5/16
TYP

3/4" STEEL CAP PLATE

5/16
TYP

'A'

DETAIL 'A'

3"

1/2" TYP

1 
1/

2"
1 

1/
2" 1 1/2" TYP

4"x3/8"x0'-6" STIFFENER
PLATE EA SIDE

STEEL COLUMN

ROOF DECK

STEEL JOIST

CRANE PEDESTAL
BASE BY CRANE MFR

SF513
A5

STEEL CAP PLATE:
1'-4"x1/2"x1'-4" W/ 4-5/8"Ø
A325 BOLTS 14.1/2" GAUGE -
VERIFY W/ CRANE ,MFR

6"Ø STD PIPE x 1'-0"

1/2" STEEL CAP PLATE

SF511
A1

5/16

1/4

DESIGN JOIST TO
TRANSFER A 11K SEISMIC
LRFD AXIAL LOAD
THROUGH JOIST SHOE.

1"

STEEL COLUMN

ROOF DECK

STEEL
JOIST

STEEL PLATE:
6"x3/4"x0'-8"

6"x3/4"x1'-3" STEEL
STIFFENER PLATE

6"x3/8"x0'-6" STEEL
STABILIZER PLATE
W/ 3/16"Ø HOLE

1/4

5/16

STEEL CAP PLATE

STRAP PLATE PER
A1/SF513 WHERE
INDICATED

1' - 6" 1 
1/

2"

ROOF DECK

STEEL PLATE:
5"x5/16"x0'-9"

L3x3x5/16 W/ 7/8"Ø
A325 EA END

WELD PLATE:
5"x5/16"x0'-5", TYPSF511

A1

STEEL BEAM

STEEL TUBE  BEAM

3/16

NOTE:
PRETENSION ALL
BOLTS IN THIS DETAIL.

ROOF DECK

STEEL TUBE  BEAM

SF511
A1

STEEL COLUMN

5/16
STEEL BASE PLATE:
6.1/2"x3/4"x1'-2" W/ 4-7/8"Ø
A325 BOLTS SHALL BE
PRETENSIONED

STEEL PLATE:
4"x3/4"x0'-6.1/2"
EA SIDE

STEEL STIFFENER PLATE:
4"x3/8"x0'-6" EA SIDE

5/16

3/16

STEEL COLUMN

ROOF DECK

STIFFENER PLATE
EA SIDE

1/4

STEEL BEAM

SF601
D1

OPEN WEB STEEL
JOIST

STEEL CAP PLATE

1" RADIUS AT
CORNER

3/16

1/4 5

STEEL BEAM

SHAPED STRAP
PLATE 1/2"x4"
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NO SCALESF513

D5

STUB CANTILEVER BEAM CONNECTION AT STEEL
TUBE BEAM

NO SCALESF513

D4

STEEL STUB CANTILEVER BEAM AT STEEL
COLUMN

NO SCALESF513

D3 DRAG STRUT AT BRACE CONNECTION

NO SCALESF513

D2

BRACE CONNECTION TO STEEL BEAM AT STEEL
COLUMN

NO SCALESF513

D1

STEEL TUBE HANGER AT UNDERSIDE OF STEEL
JOIST

NO SCALESF513

C5 STEEL JOIST TO STEEL COLUMN CONNECTION

NO SCALESF513

C4 CANOPY DETAIL

NO SCALESF513

C3 RIDGE DETAIL

NO SCALESF513

B4 TYPICAL STEEL TUBE WING GIRT CONNECTION TO STEEL COLUMN

NO SCALESF513

B3 OFFSET WIND GIRT CONNECTION

NO SCALESF513

C2

STEEL BEAM TO STEEL COLUMN EDGE DETAIL W/
KICKER

NO SCALESF513

B1

STEEL COLUMN BASE, INTERMEDIATE & TOP
SUPPORT DETAIL

NO SCALESF513

B2 CRANE MOUNT BEARING AT STEEL COLUMN

NO SCALESF513

A5

STEEL JOIST & STEEL BEAM BEARING AT STEEL
COLUMN

NO SCALESF513

A4

STEEL TUBE BEAM AT ROOF DECK EDGE W/
KICKERS

NO SCALESF513

A3 STEEL COLUMN BASE AT STEEL BEAM

NO SCALESF513

A2 PARAPET BRACING POST TO STEEL BEAM

NO SCALESF513

A1 STEEL DRAG STRUT CONNECTION - PLAN VIEW



STEEL COLUMN

1/2" STEEL
CAP PLATE ROOF DECK

SF511
A1

SF513
A5

3/8"x4" STEEL PLATE

1/4 5

ROOF-21

L3x3x1/4 x CONT

ROOF DECK

STEEL TUBE BEAM

3/16 3@12
TYP

ALL BOLTS SHALL
BE PRETENSIONED
WITH A CLASS 'A'
FAYING SURFACE.

1"

1/2" TYPSTEEL TUBE
BRACE

STEEL BEAM
WEB

STEEL PLATE:
3.1/2"x3/8"x0'-6" W/
2-7/8"Ø A325N

STEEL TUBE
BRACE

STEEL BEAM WEB

3/8" STEEL
GUSSET PLATE

FULL DEPTH
STIFFENER PLATE W/
3/8" PLATE EA SIDE

5/16
TYP

3/16 7
TYP

5/16
TYP

3/16

3"x1/4"x6"
EA. SIDE

SF601
D1

SHEAR TAB TO BE
SLOTTED THROUGH
STEEL COLUMN

STEEL TUBE
BRACE

STEEL BEAM
WEB

L6x6x1/2x1'-2" W/ 3-#7
(A706) x 5'-0" SPACED
5" & 2-3/4"Ø x 6" HSA

STEEL TUBE
BRACE

STEEL BEAM
WEB

ALL BOLTS SHALL
BE PRETENSIONED
WITH A CLASS 'A'
FAYING SURFACE.

SF514
D3STEEL END

PLATE: 6"x1"x0'-9"

5/16

5/16

5/16

5/16
3SIDES

5/16

STEEL PLATE:
4"x3/8"x0'-9" W/
3-7/8"Ø A325-X

SF601
B1

1"

STEEL TUBE
BRACE

STEEL BEAM
WEB

STEEL TUBE
BRACE

STEEL BEAM
WEB

ALL BOLTS SHALL
BE PRETENSIONED
WITH A CLASS 'A'
FAYING SURFACE.

STEEL COLUMN

5/16
5/16

3 SIDES

STEEL PLATE:
4"x3/8"x0'-10" W/ 2
ERECTION BOLTS

3/8"x0'-9" STEEL
STIFFENER PLATE

SF601
C3

SF514
D2

STEEL COLUMN

1/2" STEEL
CAP PLATE ROOF DECK

SF511
A1

SF513
A5

DESIGN JOIST TO
TRANSFER A 11K SEISMIC
LRFD AXIAL LOAD
THROUGH JOIST SHOE.

ROOF DECK

STEEL BEAM

STEEL BEAM

SF601
D1

STEEL PLATE:
3/8" THICK x REQ'D x 0'-6"

5/16

STEEL PLATE: 3/8"x3"

ROOF DECK

STEEL JOIST

STEEL COLUMN

5/16

1/4 3

3/16

L5x5x3/8x0'-10" W/ 3/8"
STIFFENER PLATE

STEEL CAP PLATE

STEEL BEAM
SF511

C3

SF601
B1

L5x3X1/4 (LLH)

STEEL PLATE:
4.1/2"x3/8"x0'-8"

3/16

3/16 6

3/16 3

1/4" STEEL END PLATE

STEEL BEAM

3"

ROOF DECK

1/4" STEEL BENT PLATE

WHERE BENT PLATE IS
TALLER THAN 6" PROVIDE
1/4" STIFFENER @ 16" O.C.

3/16 3-12

3/16

Detail Name

AT LOCATIONS WHERE NO GAP IS
CALLED OUT ON THE TRUSS ELEVATION,
BRANCH CENTERLINES TO INTERSECT
WITH CHORD CENTERLINE. GAP IS
MEASURED FROM EDGE OF DIAGONAL TO
EDGE OF DAIGONAL.

PER
SCHEDULE

TRUSS CHORD

NOTE: WELD DIAGONALS TO
CHORD FIRST  THEN SHAPE
VERTICAL BRANCH TO FIT

GAP

Detail Name

AT LOCATIONS WHERE NO GAP IS
CALLED OUT ON THE TRUSS ELEVATION,
BRANCH CENTERLINES TO INTERSECT
WITH CHORD CENTERLINE. GAP IS
MEASURED FROM EDGE OF DIAGONAL TO
EDGE OF DAIGONAL.

PER
SCHEDULE

TRUSS CHORD

1/4"
END
PL

1/2" GUSSET PL
EA SIDE

5/16 6

3/16

NOTE: WELD DIAGONALS TO
CHORD FIRST  THEN SHAPE
VERTICAL BRANCH TO FIT

GAP

Detail Name

PER
SCHEDULE

TRUSS
TOP
CHORD

3 EQ

5/16
3 SIDES

(2) 1/2" STIFFENER PL EA
SIDE @ 10" DIAGONALS,
(1) 1/2" STIFFENER PL EA
SIDE @ OTHERS

3/4" BASEPLATE ON 1"
NON-SHRINK GROUT W/
(4) 3/4"Ø THREADED
STUDS

STEEL COLUMN

5/16

VERT
TRUSS
BRANCH

TRUSS TOP
CHORD

5" LW CONC WALL
W/ #4 @ 14" O.C.
EA WAY

SLAB REINF,
SEE PLAN3/4"Ø x 5" HSA @ 18" O.C.

PER
SCHEDULE

#4 x 4'-0" DOWEL,
LAP W/ EA VERT

3-#5 x CONT

1/2"Ø x
24" DBA
@ 18"
O.C.

STEEL BEAM

HSS12x2x1/4 AT EA
VERT. BRANCH

5/16

SF601
D1

L3x3x1/4 KICKER,
BEYOND

2
1

Detail Name

1/2"

3 EQ SPC

STEEL COLUMN

1"xCOL DEPTH
x 14.1/2" CAP
PL

2-3/4"Ø REDUCED BASE
THREADED STUDS IN LONG
SLOTTED HOLE W/ 1/4" x 2"
SQ PLATE WASHERS
(SLOTS PARALLEL TO
LENGTH OF TRUSS)

(3) 1/2" STIFFENER
PL EA SIDE

1/4 5

PER
SCHEDULE

5/16
3 SIDES

WELD AFTER BLDG
TEMPERATURE HAS
BEEN STABILIZED

JK3RSB01

1/2" CAP PLATE

ROOF DECK

STEEL COLUMN

OPEN WEB STEEL JOIST
BEARING END W/2-1/2"Ø
ERECTION BOLTS

L5x5x3/8 x WIDTH OF
COLUMN W/ 1/4" THICK
STIFFENER PLATE

1/8 2"
TYP

6"x1/2"xCOLUMN WIDTH
PLATE

STABILIZER PLATE

1/4

TYP

CONT EDGE ANGLE:
L6x4x5/16 (LLH)

3/16
TYP

STEEL BEAM

SF601
D1

5/16
TYP

HSS3x3x1/4 POST

4"x3/8"x4" STEEL CAP PL

5/16

1/4" STIFFENER

3/8"x4"x6" STEEL PL

1/4
3 SIDES

ROOF DECK

3'
 -

 6
"

L3x3x3/8xCOL DEPTH
+ 3/4" TOP & BOT

TUBE STEEL BEAM

1/2" MAX

1/4

1/4

EA
FLANGE

1/4

EA
FLANGE
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ROOF FRAMING
DETAILS
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May 15, 2013

NO SCALESF514

D5

STEEL JOIST TO STEEL COLUMN CONNECTION W/
DRAG STRUT

NO SCALESF514

D4 ROOF DECK BEARING AT STEEL TUBE BEAM

NO SCALESF514

D3

HORIZONTAL STEEL TUBE (DRAG STRUT)
BRACING TO STEEL COLUMN - PLAN VIEW

NO SCALESF514

D2

HORIZONTAL STEEL TUBE (DRAG STRUT)
BRACING AT END OF CONC WALL - PLAN VIEW

NO SCALESF514

D1

HORIZONTAL STEEL TUBE (DRAG STRUT)
BRACING - PLAN VIEW

NO SCALESF514

C5 STEEL JOIST TO STEEL COLUMN CONNECTION

NO SCALESF514

C4 STEEL BEAM TO STEEL BEAM CONNECTION

NO SCALESF514

C3 STEEL JOIST TO STEEL COLUMN

NO SCALESF514

C2 DRAG STRUT CONNECTION AT ROOF STEP

NO SCALESF514

C1 OFFSET STEEL ROOF DECK AT STEEL BEAM

NO SCALESF514

A3 TYPICAL TRUSS CONNECTION

NO SCALESF514

A4 REINFORCED TRUSS CONNECTION

NO SCALESF514

A5 TYPICAL TRUSS CONNECTION

NO SCALESF514

A1 SLAB ELEVATION STEP AT TRUSS

NO SCALESF514

A2 TRUSS BEARING ON COLUMN

NO SCALESF514

B5

TYPICAL OPEN WEB STEEL JOIST BEARING AT
STEEL COLUMN FLANGE

NO SCALESF514

B4 SOLAR PANEL SUPPORT FRAMING

NO SCALESF514

B3

TUBE STEEL BEAM TO COLUMN TORSIONAL
CONNECTION



STL-WWS05

3/16
TYP

3/16
TYP

1
2

ROOF (FLOOR) DECK NOT
SHOWN FOR CLARITY

WINDOW WASHING
TIE-BACK (BY VENDOR)

STEEL BEAM

WELD PLATE:
4"x1/4"x4"

STEEL BRACE:
L2x2x1/4

3/16
TYP

3/16
TYP

WELD PLATE:
6"x1/4"x4"

3/16 4"MIN
TYP

BEAM WEB STIFFENER
PLATE EACH SIDE

1
2

3'
-4

" 
M

A
X

≤
6"

ROOF (FLOOR) DECK NOT
SHOWN FOR CLARITY

WINDOW WASHING
TIE-BACK (BY VENDOR)

STEEL BEAM

WELD PLATE:
4"x1/4"x4"

STEEL BRACE:
L2x2x1/4

BEAM WEB STIFFENER
PLATE EACH SIDE

3'
-4

" 
M

A
X

>6
"

SF515
D3

SF515
D3

SF601
D1

SF601
D1

Davit-01

HSS4.50x0.237 ASTM
A500 GR B. 42 KSI

STEEL BEAM

BEAM WEB STIFFENER
PLATE EACH SIDE

3/4"Ø ASTM A36
ROUND BAR

5.1/2"x3/8"x5.1/2"
STEEL PLATE

3'
-4

" 
M

A
X

2"

1 1
/2"

TIE-BACK ON BEAM
(bf > 5.1/2")

3/8
TYP

1/4
TYP

MIN
1"

MIN
1"

1"x9" STEEL PLATE
ASTM A572 GR 50

1/4 8

5/16

3/8

TIE-BACK ON BEAM
(bf < 5.1/2")

NOTE: GALVANIZE
ASSEMBLY

STL-WWS05

ROOF (FLOOR) DECK NOT
SHOWN FOR CLARITY

WINDOW WASHING
TIE-BACK

STEEL BEAM

WELD PLATE:
5"x1/4"x5"

STEEL BRACE:
L3x3x1/4

BEAM WEB
STIFFENER PLATE
EACH SIDE

STEEL BEAM
OR JOIST

STEEL BRACE: L3x3x1/4,
COPE HORIZ LEG AT
BEAMS

3/16
TYP

3/16
TYP

SF515
D3
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ROOF FRAMING
DETAILS

SF515
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PROJ 2010562

BID DOCUMENTS
May 15, 2013

NO SCALESF515

D4 TYPICAL WINDOW WASHING TIE-BACK CONNECTION TO STEEL BEAM

NO SCALESF515

D3 TYPICAL WINDOW WASHING TIE-BACK

NO SCALESF515

D1 TYPICAL ROOF TIE-OFF ANCHOR BASE & BRACING DETAIL



Detail Name

CONNECTION SCHEDULE

3-C8x18.75x12"

2-C8x18.75x12"

1-C8x18.75x12"

EMBED CHANNEL

WELD MULTIPLE EMBEDS TOGETHER WITH BUTT WELD
EACH SIDE, FULL LENGTH.

TO 10"

TO 24"

TO 16"

BEAM DEPTH

12-3/4"Ø x 5" LONG HSA

4-3/4"Ø x 5" LONG HSA

8-3/4"Ø x 5" LONG HSA

ANCHORS

FACE OF WALL

EMBED CHANNELS
SEE SCHEDULE

STEEL BEAM

ANCHORS SEE
SCHEDULE

NOTCH EMBED CHANNEL
FLANGES AROUND VERT
WALL/COLUMN REINF AS
REQUIRED

3/16
TYP

NOTES:
1.

SINGLE PLATE CONNECTION
W/SHORT SLOTTED HOLES

Detail Name

STEEL BEAM

1
1
/2
"

 

STEEL BEAM

STEEL BEAM STEEL BEAM

SINGLE PLATE

SINGLE PLATE

1 1/2"

"W"

STEEL BEAM STEEL BEAM

STEEL BEAM STEEL BEAM

SINGLE/STIFF PLATE

SINGLE PLATE

STEEL BEAM

STEEL BEAM

STEEL BEAM

SINGLE PLATE

"W"

1 1/2"

1 1/2"

"W"

STEEL COLUMN

STEEL COLUMN

1 1/2"

"W"

"W"

3/8" THICK
STIFFENER PLATE

1 1/2"

"A" 3/8" THICK STIFFENER PLATE

1 1/2"

STEEL BEAM

SINGLE PLATE

STEEL COLUMN

STEEL COLUMN

STEEL COLUMN
(WHERE OCCURS)

ERECTION BOLT SHALL BE 7/8"Ø A325N BOLTS.

BOLT EDGE DISTANCE SHALL BE 1.1/2" AT ALL EDGES U.N.O.

BEAM SIZE
"L"

NOTES:
1.

2.

SINGLE PLATE COLLECTOR/CHORD CONNECTION SCHEDULE

WEB PLATE

"A" THICKNESS

8"W14 23" 3/8"

1 
1/

2"

"L
"

1
1
/2
"

 

1 
1/

2"

"L
"

"A" TYP
"W" 3-SIDES

1
1
/2
"

 

1 
1/

2"

"L
"

1
1
/2
"

 

1 
1/

2"

"L
"

1
1
/2
"

 

1 
1/

2"

"L
"

1
1
/2
"

 

1 
1/

2"

"L
"

"A" TYP

"A" TYP

"W" 3-SIDES"W" 3-SIDES

"W" 3-SIDES

"A" TYP

"A" TYP

W 3-SIDES

STEEL BEAM

W 3-SIDES

"A"

2 1/2"

2 1/2"

2 1/2"

1/4
TYP

BEAM TO BEAM SINGLE PLATE CONNECTION

BEAM TO BEAM SINGLE PLATE CONNECTION

BEAM TO COLUMN SINGLE/STIFFENER PLATE CONNECTION

BEAM TO COLUMN SINGLE PLATE CONNECTION

BEAM TO COLUMN SINGLE PLATE CONNECTION

BEAM TO COLUMN SINGLE PLATE CONNECTION

2 1/2"

2 1/2"

WELD "W"

5/16"

ERECTION
BOLTS

10"W16 24" 3/8"5/16"

12"W18 26" 3/8"5/16"

15"W21 28" 1/2"5/16"

18"W24 29" 5/8"7/16"

Detail Name

STEEL BEAM

STEEL BEAM

CJP

CJP

SINGLE PLATE CONNECTION

3/
4"

Ø

1".
45.00°

SINGLE PLATE CONNECTION

STEEL BEAM
(WHERE OCCURS) STEEL BEAM

STEEL COLUMN

STEEL BEAM

STEEL BEAM

STEEL CAP PLATE

BEAM WEB STIFFENER
PLATE OR WEB
CONNECTION PLATE
EACH SIDE

1/4
TYP

STEEL CAP PLATE

1/4
TYP

BEAM WEB
STIFFENER/WEB
CONNECTION PLATE

STEEL CAP PLATE

BEAM WEB STIFFENER
PLATE OR WEB
CONNECTION PLATE
EACH SIDE

1/4
TYP

1/4
TYP

U.N.O.

1' - 0"

STEEL BEAM
(CANTILEVERED)

1/4
TYP

STEEL COLUMN

SINGLE PLATE
CONNECTION SINGLE PLATE

CONNECTION

STEEL COLUMN
(WHERE OCCURS)

STEEL BEAM

STEEL BEAM

CONTINUITY PLATE: THICKNESS
TO MATCH CONNECTING BEAM
FLANGE THICKNESS

STEEL COLUMN

CJP TYP

CJP TYP

SINGLE PLATE CONNECTION

SINGLE PLATE CONNECTION

1".

3/
4"

Ø

CJP TYP

CONTINUITY PLATE: THICKNESS
TO MATCH CONNECTING BEAM
FLANGE THICKNESS

TYP

1".

3/
4"

Ø

SKEWED SINGLE PLATE CONNECTION (PLAN VIEW)

>1

1

3.1/2" M
AX

>7
<12

12

3" MAX

<7

12

0 TO 30° 30° TO 45°

OVER 45°

1/4
TYP

NOTE 1
3-SIDES

NOTE 4

BEAM
WEB

BEAM
WEB

BEAM
WEB

t t

t-1/8

BENT PLATE THICKNESS TO
MATCH WEB PLATE. WHERE
CLEARANCE IS INSUFICIENT TO
INSTALL BOLTS WELD BENT
PLATE TO BEAM WEB 3 SIDES PER
NOTE 1

t

Detail Name

BEAM TO BEAM SINGLE PLATE CONNECTION

BEAM TO BEAM SINGLE PLATE CONNECTION

STEEL BEAM

1 
1/

2"
3"

3"

1 
1/

2"

STEEL BEAM

STEEL BEAM STEEL BEAM

NOTE 1

SINGLE PLATE

SINGLE PLATE

1 
1/

2"
3"

3"

1 
1/

2"

1 1/2"

NOTE 2

STEEL BEAM STEEL BEAM

STEEL BEAM STEEL BEAM

SINGLE/STIFF PLATE

SINGLE PLATE

STEEL BEAM

STEEL BEAM

STEEL BEAM STEEL BEAM

SINGLE PLATE

NOTE 2

1 
1/

2"
3"

3"

1 
1/

2"

1 1/2"
1 1/2" 

1 1/2" 

1 
1/

2"
3"

3"

1 
1/

2"

1 1/2"
1 1/2" 

NOTE 2

STEEL COLUMN

STEEL COLUMN

1 
1/

2"
3"

3"

1 
1/

2"

1 1/2"
1 1/2" 

NOTE 2

NOTE 2

2 1/2"
3/8" THICK
STIFFENER PLATE

2 1/2"

1 1/2"
1 1/2" 

3"

3/8" THICK
STIFFENER PLATE

1 
1/

2"
3"

3"

1 
1/

2"

1 1/2"
1 1/2" 

BEAM TO COLUMN SINGLE/STIFFENER PLATE CONNECTION

BEAM TO COLUMN SINGLE PLATE CONNECTION

BEAM TO COLUMN SINGLE PLATE CONNECTION

BEAM TO COLUMN SINGLE PLATE CONNECTION

STEEL BEAM

SINGLE PLATE

STEEL COLUMN

STEEL COLUMN

SINGLE PLATE CONNECTION SCHEDULE

NOTES:
1.

2.

3.

4.

NUMBER
BEAM DEPTH

WEB PLATE
THICKNESS (t)

A325N BOLTS

SIZE

FILLET WELDS ONE SIDE SHALL EQUAL THE PLATE THICKNESS MINUS 1/16" (1/4" MIN.)

FILLET WELDS TWO SIDES SHALL BE 5/8 THE PLATE THICKNESS (1/4" MIN.) EACH SIDE

BOLT EDGE DISTANCE SHALL BE 1.1/2" AT ALL EDGES. BOLT SPACING SHALL BE 3" MIN.

AT SKEWED JOINTS PROVIDE AN EQUIVALENT LEG SIZE TO NOTE 2 PER AWS D1.1.

2 7/8"Ø3/8"W6, W8 AND W10

3W12 AND W14

4W16

5W18

6W21

7W24

8W27

9W30

10W33

111/2"W36

STEEL COLUMN
(WHERE OCCURS)

2 1/2"

2 1/2"
2 1/2"

2 1/2"

1/4
TYP

9"4"

1/2"

1/2"

1/2"

1/2"

3/8"

3/8"

1/2"

3/8"

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø

STL-TYP04

(STLTYP05)

CJP TYP
FINISH FLOOR

4'-0" ABOVE

CJP TYP

LIFTING HOLE AS
REQ'D BY CONTRACTOR
FOR ERECTION

SPLICE PLATE: SIZE
AND THICKNESS AS
REQ'D BY CONTRACTOR
FOR ERECTION.

STEEL COLUMN

SIZE, GRADE AND
QUANITITY OF BOLTS AS
REQ'D BY CONTRACTOR
FOR ERECTION

STEEL COLUMN

PROVIDE TRANSITION IN
THICKNESS AND WIDTH
PER AWS DI.I

CONC
WALL

STEEL BEAM

BELOW TOP OF

WALL

4"
1"

4"
4"

1"

SF601
B1

STEEL EMBED PLATE

CONC
WALL

STEEL BEAM

TOP OF WALL

CJP, TYP

SF601
B1

STEEL EMBED PLATE

4"
4"

1"

3-3/4"x2"x3.1/2" STEEL
BEARING PLATES

CJP, TYP

2" TYP

W14

BEAM SIZE

3/4"x3.1/2"

EMBED PLATE REBAR (A706)

2-#6 x 3'-0" @
4.1/2" O.C.

W16 3/4"x3.1/2"
3-#6 x 3'-0"
@ 4" O.C.

W18 1"x3.1/2"
4-#7 x 4'-6"
@ 4" O.C.

W21 1"x3.1/2"
5-#8 x 5'-6"
@ 4" O.C.

W24 1"x3.1/2"
5-#10 x 7'-0" @

4.1/2" O.C.
#6 BARS EXTENDING
FULL LENGTH OF
WALL LAPPED W/
A706 DOWELS
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NO SCALESF601

A4 TYPICAL EMBED CHANNEL CONNECTION SCHEDULE

NO SCALESF601

B1 TYPICAL WELD SINGLE PLATE COLLECTOR/CHORD CONNECTION DETAILS AND SCHEDULE

NO SCALESF601

C4

TYPICAL CANTILEVERED BEAM FULL PEN
CONNECTION TO BEAM

NO SCALESF601

A1 TYPICAL STEEL BEAM BEARING ON STEEL COLUMN

NO SCALESF601

C3

TYPICAL CANTILEVERED BEAM FULL PEN
CONNECTION TO COLUMN

NO SCALESF601

D1 TYPICAL SINGLE PLATE CONNECTION DETAILS AND SCHEDULE

NO SCALESF601

B5 TYPICAL STEEL COLUMN SPLICE

NO SCALESF601

C1 DRAG STRUT AT CONCRETE SHEAR WALL

2 APR 15, 2013 DFCM Comments



Lower
Level

Lower
Level

86' - 0" 86' - 0"

Level 1 Level 1

100' - 0" 100' - 0"

Level 2 Level 2

115' - 0" 115' - 0"

Level 3 Level 3

129' - 0" 129' - 0"

Roof 1 Roof 1

136' - 0" 136' - 0"

Roof 2 Roof 2

146' - 0" 146' - 0"

Roof 3 Roof 3

153' - 0" 153' - 0"

Column
Locations

B-1
B-2, B-3, B-4,

B-5
B-9 B-10 C-1

C-7, C-8, C-9,
D-7, D-8, D-9

C-10 D-1 D.8-12 E-1 E-8, F-8 G-2, G-3 G-4 G-5 G-7 G-8 G-9 G-10 H-4 H-5 H-6 H-7 H-11 J-1 J-7 J-8 L.6-12 M-14 M-15 M-18, U-18 N-18, P-18 P-13.5
Q-13.5,
R-13.5,
S-13.5

Q-18, T-18 S-11
T(-3' - 5
3/8")-7.5

T-10.8

Lower
Level

Lower
Level

86' - 0" 86' - 0"

Level 1 Level 1

100' - 0" 100' - 0"

Level 2 Level 2

115' - 0" 115' - 0"

Level 3 Level 3

129' - 0" 129' - 0"

Roof 1 Roof 1

136' - 0" 136' - 0"

Roof 2 Roof 2

146' - 0" 146' - 0"

Roof 3 Roof 3

153' - 0" 153' - 0"

Column
Locations

T-11 T-13.5
U(2' - 9
3/4")-7.5

U-10.8 U-11 U-13.5 U-14 U-15 U-16 U-17 V-11 V-13
V-14, V-15,

V-16
W-10.5,
X-10.5

W-13 W.1-13.5(6")
W.1-14,
W.1-15

W.1(10' -
1")-14

W.1-16 W.1-17 W.1-17.9
W.1(10' -
1")-17.9

X-14 X-15, X-17 X-16
X-18(2' - 0

3/4")
Y-10.5

Y(-5' - 8
1/8")-14, Y(-5'
- 8 1/8")-17.9

Y-15
Y(-5' - 8

1/8")-15, Y(-5'
- 8 1/8")-17

Y-17
Y-18(3' - 10

7/8")

Z-10.6,
10.6-17,
10.7-14,
10.7-15

J-Q

W
10

x4
5

W
10

x4
5

W
12

x7
2

W
12

x5
8

W
10

x4
5

W
10

x5
4

W
10

x5
4

W
10

x5
4

W
10

x3
3

W
10

x3
3

W
10

x4
5W

8x
35

W
8x

31

W
8x

35

W
8x

35

W
8x

31

W
10

x3
3

W
12

x5
8

W
10

x3
9

W
10

x4
5

W
10

x3
9

W
10

x5
4

W
12

x1
06

W
12

x6
5

W
12

x5
8

W
12

x5
8

W
12

x5
8

H
S

S
4x

4x
1/

4

W
10

x3
3

W
10

x4
9

W
12

x5
8

W
10

x4
9

W
10

x4
5

W
10

x4
5

P
ip

e8
X

S

W
8x

40

W
8x

35

H
S

S
4x

4x
1/

4

H
S

S
5x

5x
1/

4

H
S

S
4x

4x
5/

16
H

S
S

4x
4x

1/
4

W
8x

35

W
8x

24
W

8x
28

W
8x

31

W
8x

31

W
8x

48

W
10

x3
3

W
8x

31

W
8x

31

W
8x

31

W
8x

31

W
8x

31

W
10

x6
0

W
10

x4
9

W
12

x7
9

W
12

x5
8

W
12

x6
5

W
12

x5
8

W
10

x4
9

W
12

x4
0

W
10

x3
9

W
10

x3
9

W
10

x4
5

W
10

x3
3

W
8x

31

H
S

S
4x

4x
1/

4

W
10

x5
4

W
10

x4
9

W
10

x3
3

H
S

S
7X

7X
1/

2

W
10

x5
4

W
8x

58

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-1
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

3/4", SCP-1
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

3/4", SCP-1
W/4-3/4" DIA

W
12

x4
5

W
12

x4
0

W
8x

40

W
8x

31

W
10

x8
8

W
10

x8
8

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

W
12

x5
3

W
12

x5
8

W
10

x4
9

H
S

S
4x

4x
1/

4

W
8x

40

H
S

S
5x

5x
1/

4

H
S

S
6x

6x
1/

4

W
10

x3
3

W
12

x9
6

H
S

S
4x

4x
5/

16

W
12

x4
5

H
S

S
6x

6x
3/

8

W
10

x3
3

 SBP-4
W/4-3/4" DIA

1", SBP-1
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

3/4", SCP-1
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

W
12

x5
8

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

1", SBP-1
W/4-3/4" DIA

H
S

S
5x

5x
5/

16

W
8x

48

 SBP-4
W/4-3/4" DIA

W
12

x5
8

P
ip

e8
S

T
D

W
12

x5
8

W
12

x4
5

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-1.3/8"

DIA HEADED
A.B. W/ 32"

EMBED
(BOLT

SPACING
5.1/2" x 9")

 SBP-4
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

1", SBP-1
W/4-3/4" DIA

1", SBP-1
W/4-3/4" DIA

3/4", SCP-1
W/4-3/4" DIA

3/4", SCP-1
W/4-3/4" DIA

3/4", SCP-1
W/4-3/4" DIA

 SBP-4
W/4-3/4" DIA

3/4", SCP-1
W/4-3/4" DIA

3/4", SCP-1
W/4-3/4" DIA

W
10

x3
9

 SBP-4
W/4-3/4" DIA

SBP-1

B
B

B
B

B

B B

B

A

B
B

C

AA

B

A

BB C

A

TYPE SBP-1 TYPE SBP-3TYPE SBP-2

2
1/4

"
 

2
1/4

"
 

2
1/4

"
 

2 1/4" 2 1/4" 

2
1/4

"
 

2
1/4

"
 

2 1/4" 6" 2 1/4" 

3/4" 3/4"

2
1/4

"
 

2
1/4

"
 

3/4
"

2 1/4" 6" 2 1/4" 

3/4"3/4"

B = 1 1/2"
(PER TABLE J3.5 OF

BOLTS LARGER THAN
CONSTRUCTION FOR
THE MANUAL OF STEEL
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NO SCALESF602

D2 TYPICAL STEEL BASE PLATES - PLAN VIEW

NO SCALESF602

D4 TYPICAL STEEL CAP PLATES - REFLECTED PLAN VIEW

STEEL COLUMN SCHEDULE NOTES

1 UNLESS NOTED OTHERWISE ALL COLUMNS
SHALL BE INSTALLED W/ 4-3/4" DIAMETER A.B. W/
3" (MIN.) HOOKS.  PROJECT ANCHOR BOLTS 3"
(MIN.) ABOVE THE TOP OF THE BASE PLATE.
EMBEDMENT SHALL BE 9" (MIN.).  ALL BOLTS
SHALL BE INSTALLED W/ HARDENED WASHERS
BENEATH THE NUT.  ANY BOLT HOLES LARGER
THAN THE BOLT DIAMETER PLUS 5/16" SHALL
HAVE 5/16" PLATE WASHERS INSTALLED BENEATH
THE HARDENED WASHERS.

2 ALL BOLTS IN CAP PLATES SHALL BE 3/4" DIA,
A325N BOLTS TYPICAL U.N.O.

3 COLUMN SPLICES SHALL BE LOCATED PER
SPLICE DETAILS, TYPICAL, U.N.O.

4 WELDS SHALL NOT BE MADE TO ANCHOR BOLTS.

5 ALL STEEL CAP PLATES TO BE 3/4" THICK U.N.O.

6 WHERE STEEL COLUMN BEARS ON STEEL BEAM,
USE 3/4" THICK STEEL CAP PLATE.

2 APR 15, 2013 DFCM Comments
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3/4" GAP 3/4" GAP

SF514
A3

NSDET01

NON-BEARING MASONRY OR CONCRETE WALL BRACING NOTES

NON-BEARING MASONRY OR CONCRETE WALL BRACE SCHEDULE

L-5x5x5/16

L-6x6x5/16

16'-3"

19'-9"

BRACE SIZE

L-2.1/2x2.1/2x3/16

L-3x3x3/16

L-3.1/2x3.1/2x1/4

L-4x4x1/4

MAX LENGTH "L"

8'-0"

13'-0"

11'-0"

9'-6"

1.  ALL NON-BEARING WALLS AND PARTITIONS SHALL BE BRACED AT THE TOP
TO RESIST LATERAL FORCES.

2.  WALL AND PARTITIONS MAY BE BRACED BY INTERSECTING WALLS
PROVIDED THAT THE WALLS OR PARTITIONS THAT SUPPORT THE WALL ARE
EQUAL TO OR GREATER IN HEIGHT THAN THE WALL WHICH THEY BRACE. THE
LENGTH OF THE MASONRY SUPPORT WALL SHALL BE 4'-0" MINIMUM. THE
MAXIMUM LENGTH OF WALL WHICH MAY BE BRACED WITH OTHER WALLS IS
SIXTEEN FEET (16'-0") FOR MASONRY WALLS.

3.  WALLS WHICH DO NOT MEET THE REQUIREMENTS OF NOTE #2 SHALL BE
BRACED ACCORDING TO THE FOLLOWING RULE.
A. WALLS AND PARTITIONS THAT ARE TERMINATED JUST ABOVE THE CEILING
SHALL BE BRACED ACCORDING TO THIS DETAIL.  SPACING OF BRACES SHALL
NOT EXCEED 8'-0" FROM ANOTHER BRACE OR INTERSECTING WALL.  SEE
BRACE SCHEDULE FOR CORRECT SIZE AND MAXIMUM LENGTH.

TYPICAL BRACE DETAIL

MASONRY OR
CONCRETE

1-3/4" DIA BOLT

3/16 2

AT CONTR.
OPTION

L =
 M

AXIM
UM LE

NGTH F
OR B

RACE S
IZ

E

DIAGONAL STEEL BRACE.
SEE SCHEDULE FOR SIZE
AND MAXIMUM LENGTH.
EXTEND BRACE TO TOP OF
NEAREST BEAM OR JOIST.1 MAX

SEE S
CHEDULE

1

METAL STUDS. SEE
GENERAL STRUCTURAL
NOTES

STEEL PLATE: 4"x1/4"x0'-4"

STEEL BEAM OR JOIST

3/16
TYP

3 '-
6
1 /4"

  
 

AT WALL PERPENDICULAR TO STEEL BEAM OR JOIST

DETAIL A

SEE BELOW
DIAGONAL STEEL BRACE

A

STEEL BEAMS OR JOISTS
L4x4x1/4 BETWEEN

3/16

TYP

3/16

TYP

3/16
STEEL EMBED PLATE:
4"x3/8"x0'-10" W/
2-3/4"Ø x 6" HSA

140 PLF D
270 PLF S

12' - 0" 9' - 8" 9' - 8"

350 PLF S

80 PLF S

J4

350 PLF S

9' - 8"
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270 PLF S

J3

140 PLF D
270 PLF S

J2

J1
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60 PLF S

140 PLF D
270 PLF S

400 PLF D
890 PLF L

350 PLF S 350 PLF S

400 PLF D
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400 PLF D
270 PLF S

1070 LBS D
2630 LBS S

1070 LBS D
2630 LBS S

2' - 0" 9' - 8"

9' - 8"9' - 8"

2' - 0"

GRIDGRID

GRIDGRID
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100' - 0"

EFG D

HSS10x10x5/8 HSS10x10x5/8

HSS12.750x0.5008" DIA STD
PIPE

8" DIA STD
PIPE

6" DIA STD PIPE
TYP U.N.O.

HSS4x4x3/16
TYP

6'
 -

 3
"

SF514
A3

EFG D

6" DIA STD
PIPE

6" DIA STD
PIPE

6" DIA STD
PIPE TYP

HSS4x4x3/16
TYP

10" DIA XS PIPE

HSS10x10x1/2 HSS10x10x1/2

6'
 -

 3
"

SF514
A3

C.6

EFG D

HSS12.750x0.500

HSS10x10x5/8 HSS10x10x5/8

8" DIA STD
PIPE

8" DIA STD
PIPE

6" DIA STD PIPE
TYP U.N.O.

HSS4x4x3/16
TYP

6'
 -

 3
"

SF514
A3

MEMBER SIZE

8" STD

6x4x5/16

6" STD

4x4x3/16

TRUSS BRANCH
WELDING SCHEDULE

10" STD

10" XS

WELD SIZE
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5/16"

5/16"

3/8"

7/16"
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NO SCALESF603

F3 NATATORIUM TRUSS ELEVATION

NO SCALESF603

A3 NON-BEARING MASONRY/CONCRETE WALL BRACING DETAIL & SCHEDULE

SCALE:SF603  1/8" = 1'-0"

C1 SPECIAL JOIST LOAD DIAGRAM

SCALE:SF603  1/8" = 1'-0"

E3 STEEL TRUSS-02 ELEVATION - ALT #1

SCALE:SF603  1/8" = 1'-0"

D3 STEEL TRUSS-03 ELEVATION - ALT #1

SCALE:SF603  1/8" = 1'-0"

B3 STEEL TRUSS-05 ELEVATION - ALT #1

SCALE:SF603  1/8" = 1'-0"

C3 STEEL TRUSS-04 ELEVATION - ALT #1
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STEEL COLUMN SCHEDULE NOTES

1 UNLESS NOTED OTHERWISE ALL COLUMNS
SHALL BE INSTALLED W/ 4-3/4" DIAMETER A.B. W/
3" (MIN.) HOOKS.  PROJECT ANCHOR BOLTS 3"
(MIN.) ABOVE THE TOP OF THE BASE PLATE.
EMBEDMENT SHALL BE 9" (MIN.).  ALL BOLTS
SHALL BE INSTALLED W/ HARDENED WASHERS
BENEATH THE NUT.  ANY BOLT HOLES LARGER
THAN THE BOLT DIAMETER PLUS 5/16" SHALL
HAVE 5/16" PLATE WASHERS INSTALLED BENEATH
THE HARDENED WASHERS.

2 ALL BOLTS IN CAP PLATES SHALL BE 3/4" DIA,
A325N BOLTS TYPICAL U.N.O.

3 COLUMN SPLICES SHALL BE LOCATED PER
SPLICE DETAILS, TYPICAL, U.N.O.

4 WELDS SHALL NOT BE MADE TO ANCHOR BOLTS.

5 ALL STEEL CAP PLATES TO BE 3/4" THICK U.N.O.

6 WHERE STEEL COLUMN BEARS ON STEEL BEAM,
USE 3/4" THICK STEEL CAP PLATE.

NOTE:
SEE SF611 FOR STEEL
COLUMN SCHEUDLE
ALTERNATE #1.
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STEEL COLUMN SCHEDULE NOTES

1 UNLESS NOTED OTHERWISE ALL COLUMNS
SHALL BE INSTALLED W/ 4-3/4" DIAMETER A.B. W/
3" (MIN.) HOOKS.  PROJECT ANCHOR BOLTS 3"
(MIN.) ABOVE THE TOP OF THE BASE PLATE.
EMBEDMENT SHALL BE 9" (MIN.).  ALL BOLTS
SHALL BE INSTALLED W/ HARDENED WASHERS
BENEATH THE NUT.  ANY BOLT HOLES LARGER
THAN THE BOLT DIAMETER PLUS 5/16" SHALL
HAVE 5/16" PLATE WASHERS INSTALLED BENEATH
THE HARDENED WASHERS.

2 ALL BOLTS IN CAP PLATES SHALL BE 3/4" DIA,
A325N BOLTS TYPICAL U.N.O.

3 COLUMN SPLICES SHALL BE LOCATED PER
SPLICE DETAILS, TYPICAL, U.N.O.

4 WELDS SHALL NOT BE MADE TO ANCHOR BOLTS.

5 ALL STEEL CAP PLATES TO BE 3/4" THICK U.N.O.

6 WHERE STEEL COLUMN BEARS ON STEEL BEAM,
USE 3/4" THICK STEEL CAP PLATE.



STEEL STUD
SEE SCHEDULE

CONCRETE OVER FLOOR
DECK OR CONCRETE SLAB
ON GRADE/CONC FDTN WALL

CONT BOTTOM TRACK
SEE SCHEDULE

BOTTOM TRACK ANCHORAGE
SEE SCHEDULE

EQ EQ

EXTERIOR CONC
FDTN WALL

CONC SLAB
ON GRADE

STEEL STUD
SEE SCHEDULE

WALL SYSTEM
SEE ARCH

CONT BOTTOM
TRACK SEE
SCHEDULE

CONT BOTTOM
TRACK

'A'

SECTION 'A'

STEEL STUD WALL CONNECTION
TO CONT BOTTOM TRACK SEE
SCHEDULE

STEEL BRIDGING
SEE SCHEDULE

STEEL CLIP ANGLE:
LENGTH=STUD DEPTH-1/2"
W/ 2 SCREWS AT EA SIDE

STEEL STUD
SEE SCHEDULE

2 SCREWS FROM
BRIDGING TO CLIP

CONT FLAT
STRAP EA SIDE

STEEL STUD
SEE SCHEDULE

TRACK BLOCK PIECE TO
MATCH WALL STUD, CLIP
FLANGES & BEND,
INSTALL AT ENDS OF
WALLS AND @ 8'-0" O.C.

STEEL STUD
SEE SCHEDULE

18
" 

M
A

X

SEE STEEL
BRIDGING DETAIL

NOTE:
DO NOT ATTACH
SCREWS THROUGH
STEEL STUDS INTO
CONT TOP TRACK

14GA CONT TOP
TRACK W/ 2"
DEEP LEG

CONT
DEFLECTION
TRACK

SINGLE TRACK DOUBLE TRACK

SECTION 'B'

'B'

STEEL STUD
SEE SCHEDULE

1
1/4" 

14GA CONT
TOP TRACK W/
2" DEEP LEG

D
E

F
LE

C
T

IO
N

G
A

P

18
" 

M
A

X

SEE STEEL
BRIDGING DETAIL
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T
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R
 S
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S

STEEL STUD JAMB
SEE SCHEDULE

CRIPPLE STUD OR STEEL
CLIP SEE SCHEDULE

STEEL STUD
HEADER TRACK
SEE SCHEDULE

INFILL STUD

EQ
EQ

ADD'L ANCHOR WITHIN 4"
OF JAMB STUDS IF CLIP
ANCHORAGE IS NOT REQ'D

DOOR

OPENING

STEEL CLIP
ANCHORAGE
SEE SCHEDULE

STEEL STUD JAMB
SEE SCHEDULE

STEEL STUD
HEADER TRACK
SEE SCHEDULE

INFILL STUD

EQ
EQ

CONT STEEL STUD
BOTTOM TRACK
SEE SCHEDULE

6"

ADDITIONAL
ANCHOR EA SIDE
OF JAMB STUD

WINDOW

OPENING

SINGLE TRACK HEADER WINDOW SILL

CONT STEEL STUD
BOTTOM TRACK
SEE SCHEDULE

CLIP SEE
SCHEDULE

CRIPPLE STUD OR STEEL
CLIP SEE SCHEDULE

#10 @ 16" O.C.
@ EA STUD

#10 @ 24" O.C. AT EA
TRACK LEG TO STUD
OR TRACK WEB TO
STUD FLANGE STEEL STUD JAMB

SEE SCHEDULE

BUILT-UP HEADER

CRIPPLE STUD OR STEEL
CLIP SEE SCHEDULE

UP TO 25'-0"
BETWEEN SUPPORT

800S162-54
@ 16" O.C.

MAX

800T125-54 TYPICAL PER
NOTE 7

COLD-ROLLED CHANNEL
@ 4'-0" O.C. CAPABLE OF

RESISTING A MOMENT OF
M=0.22 KIP-IN

UP TO 4'-4" J1 M2 SAME CLIP
AS WALL

SAME CLIP
AS WALL

H2 S1

HEIGHT WALL
STUD/SIZE
SPACING

TOP &
BOTTOM
TRACKS

BOTTOM
TRACK

CONNECTION

WALL STUD BRIDGING OPENING
WIDTH

STUD/TRACK
COMBO (2)

MULTIPLE
STUDS (3)

JAMB CONNECTION TYPE TYPE

WALL JAMB HEADER SILL

TOP BASE (6) (7) (8)TYPE TYPE

4'-5" TO 8'-8" J2 M3 TWO CLIPS
(SAME AS WALL)

TWO CLIPS
(SAME AS WALL)

H2 S1

NOTES:
1.  JAMB OPTIONS ARE LISTED, BUT ONLY ONE SHALL BE USED FOR THE JAMBS OF THE SAME OPENING.  EQUIVALENT PROPRIETARY JAMB STUDS MAY BE SUBMITTED & USED WITH WRITTEN PERMISSION OF ENGINEER
2.  JAMB STUD/TRACK COMBINATION MUST BE FASTENED TOGETHER PER TYPICAL JAMB CONFIGURATION DETAILS.
3.  MULTIPLE STUDS SHALL BE STITCH WELDED TOGETHER PER DETAILS.
4.  CONNECTION HARDWARE LISTED IS THE BASIS OF DESIGN.  EQUIVALENT ALTERNATIVE HARDWARE MAY BE SUBMITTED & USED WITH WRITTEN PERMISSION OF ENGINEER.
5.  FILL ALL HOLES IN CONNECTION HARDWARE WITH APPROPRIATE SCREWS UNLESS NOTED OTHERWISE.  CONNECTION HARDWARE TO BE ATTACHED TO SUBSTRATE WITH (2) HILTI X-U FASTENERS TO STEEL DECK EDGE ANGLE, UNLESS
NOTED OTHERWISE.
6.  WHERE NO BASE CONNECTION CLIP IS SPECIFIED, THE JAMB SHALL BE ATTACHED TO THE BASE TRACK W/ A MINIMUM OF TWO #10 SCREWS PER STUD.  FOR STIFFCLIP CONNECTION, SEE TYPICAL BASE CONNECTION DETAILS.
7.  BOTTOM TRACK ANCHORAGE SHALL BE ONE OF THE FOLLOWING, UNLESS NOTED OTHERWISE IN SCHEDULE:
          a.  3/8" DIAMETER J-BOLTS WITH 3" EMBEDMENT & 1.1/2" PROJECTION AT 32" O.C.
          b.  3/8" DIAMETER SIMPSON TITEN HD WITH 3" EMBEDMENT AT 32" O.C.
          c.  3/8" DIAMETER THREADED ROD IN SIMPSON SET-XP EPOXY, 3" EMBEDMENT AT 32" O.C.
8.  STIFFCLIP JAMB CONNECTION SHALL USE TYPICAL BOTTOM TRACK ANCHORAGE LISTED ABOVE.
9.  ALTERNATE BRIDGING SYSTEMS CAPABLE OF RESISTING THE MOMENTS LISTED IN THE SCHEDULE MAY BE SUBMITTED & USED WITH WRITTEN PERMISSION OF ENGINEER.
10.  HEADER VERTICAL STUDS SHALL NOT HAVE PUNCHOUTS OR BE CONFIGURED TO NOT HAVE PUNCHOUTS WITHIN 1'-0" OF EITHER END.
11.  WALL HEIGHT IN SCHEDULE IS DEFINED AS THE VERTICAL DISTANCE BETWEEN CONNECTIONS OF STUDS TO STRUCTURAL FLOORS, ROOFS, OR GIRTS.
12.  HEADERS, JAMBS & SILLS SHALL USE THE SAME STUD & TRACK SECTIONS SPECIFIED FOR THE WALL.

STLSTUD-01

HT=15'     25psf

J1 J2

JAMB STUD/TRACK COMBO CONFIGURATION

#10 @ 12" O.C. #10 @ 12" O.C.
TYP

TRACK SHALL BE
CONTINUOUS,
TOP OF WALL TO
BASE OF WALL

JAMB WELDED MULTIPLE STUD CONFIGURATION

M2 M3

1/8 1@24
TYP

H1 H2

HEADERS

#10 @ 24" O.C. TYP

SILLS

S1 S2 #10 @ 24" O.C.
TYP MATCH
STUDS

TRACK SHALL
BE CONT

MATCH
WALL
STUD
SIZE

MATCH WALL
STUD SIZE

TYP TOP/BOT
WALL TRACK

TYP TOP/BOT
WALL TRACK

TYP
WALL
STUDS

TYP
WALL
STUDS

STEEL STUD
SEE SCHEDULE

CLIP TRACK FLANGE
AT LAP JOINTCONT TOP TRACK

SEE SCHEDULE

HEADER & SILL CONNECTIONS

HEADER

SILL

2-#10 SCREWS TO
TRACK EA SIDE

JAMB STUDS

CRIPPLE STUD:
600S162-54 x 4" LONG
W/ 5-#10 SCREWS

STIFFCLIP AL600 W/ 3
SCREWS TOP & 4
SCREWS BOTTOM
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STUD DETAILS
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NO SCALESF621

B4 TYPICAL BOTTOM TRACK ANCHORAGE

NO SCALESF621

A4 TYPICAL STEEL STUD WALL STEEL BRIDGING DETAIL W/ ALTERNATE

NO SCALESF621

A2 TYPICAL STEEL STUD WALL DEFLECTION TRACK ASSEMBLY DETAIL - SINGLE & DOUBLE TRACK

NO SCALESF621

B1 TYPICAL NON-BEARING STEEL STUD WALL WINDOW & DOOR OPENING

NO SCALESF621

C3 TYPICAL NON-LOAD BEARING EXTERIOR STEEL STUD FRAMING SCHEDULE

NO SCALESF621

A1

TYPICAL WALL FRAMING AT CORNER TRACK LAP
CONNECTION



STEEL STUD
SEE SCHEDULE

STEEL BEAM

'E'

SECTION 'E'

STEEL STUD
SEE SCHEDULE

STRUCTURAL
FLOOR/ROOF
DECK

STEEL BEAM
WALL SYSTEM
SEE ARCH

G
A

P

V
E

R
T

IC
A

L

STRUCTURAL
FLOOR/ROOF
DECK

CONT STEEL
EDGE ANGLE

3-HILTI .157" X-U P.A.F.

VERTICLIP SLB600 (6" STUDS)
SLB800 (8" STUDS) W/ 2-SCREWS

SEE ARCH FOR STUD DEPTH
800S162-54 FOR 8" STUDS
600S162-54 FOR 6" STUDS
362S162-54 FOR 3.5/8" STUDS
SPACE STUDS @ 16" O.C.

362S162-54 WALL
KICKER @ 4'-0" O.C.
(8'-0" MAX LENGTH)

CONT STEEL
EDGE ANGLE

STRUCTURAL
FLOOR/ROOF DECK

STRUCTURAL
SUPPORT

WALL SYSTEM
SEE ARCH

TYPICAL BRACE
CONN TO
STRUCTURE PER
C2/SF622

CONT TRACK
MATCH STUD
GAUGE

SF622
D3

L3x3x12GA W/ 4-.157"
HILTI X-U P.A.F.

CONCRETE OVER
FLOOR DECK

L3x3x12 GA x1'-2" W/
2-1/2"Ø TITEN HD
(2" EMBED)

L6x6x5/16 CONT BTWN
STRUCTURAL SUPPORTS.
COPE VERT LEG & WELD
TO TOP CHORD W/ 3/16"
FILLET WELD ALL AROUND

ROOF DECK

CONCRETE OVER
FLOOR DECK

L3x3x12GA W/ 4-.157"
HILTI X-U P.A.F.

STEEL BEAM
OR JOISTSTEEL BEAM

3-#12 SCREWS

3-#12 SCREWS

3-#12 SCREWS

3-#12 SCREWS

DEFLECTION
TRACK PER DET
A2/SF621

GIRT

HILTI .157" X-U P.A.F.
@ 16" O.C.

GIRT

STEEL BEAM

ROOF DECK

TRACK PER SCHEDULE W/
2-#12 SCREWS PER FLUTE

HILTI .157" X-U
P.A.F. @ 16" O.C.

GIRT BENEATH
STUDS

SF622
D3

ROOF DECK

3- #12 SCREWS
TYP

362S162-54
@ 16" O.C.

362S162-54 BRACES
@ 16" O.C. AT
CURTAIN WALL

362S162-54
@ 16" O.C.

362T125-54 W/ 1/2"Ø
TITEN HD (2" EMBED)
@ 24" O.C.

SF622
C2

CONCRETE OVER
FLOOR DECK

CURTAIN WALL,
SEE ARCH

SF622
D3

362T125-54 W/ 2-#12
@ EA STUD

STEEL BEAM

VERTICLIP SPLICE W/
4-SCREWS IN UPPER
STUD & 3-SCREWS IN
LOWER

CONCRETE OVER
METAL DECK

5/
8"

STEEL BEAM

STIFFCLIP LB800
W/ 6-SCREWS

CONCRETE OVER
METAL DECK

12 GA x 3" x 3" ANGLE W/ 2-
#12 SCREWS & 2-3/8"Ø
SIMPSON  TITEN HD
(SPACED 4" O.C. W/ 2.1/2"
EMBED) LOCATE ANGLE AT
EA. STUD & SPACE
VERTICALLY @ 8" O.C.

CONCRETE WALL

6"

STEEL BEAM

KICKER-SEE PLAN

HSS2.1/2x2.1/2x3/16
POST @ 8'-0" O.C. MAX

DEFLECTION
TRACK PER

1/4" WEB STIFFENER
PL @ EA POST

1/4

16 GA STUD EA SIDE,
CONNECT TO POST W/
2- .157" HILT X-U P.A.F.

2-#12 SCREWS
EA SIDE

SF621
A2

3-#12 SCREWS

ROOF DECK

1/4" CONT BENT
STEEL PLATE

362S 162-54 BRACE UP
TO BEAM @ 4'-0" O.C.

362S162-54SOFFIT
JOISTS (9'-0" MAX
SPAN) @ 16" O.C.362T 125-54

TOP & BOT

L3x3x12GA W/ 3-#12
SCREWS &
3 - .157Ø HILTI X-U

362S162-54 @ 16" O.C.

#12 EA SIDE,
EA STUD

EA STUD

3-#12 SCREWS
IN EA JOIST

2- .157Ø HILTI X-U
POWER ACTUATED
FASTENER AT EA STUD

CONCRETE
WALL 362T125-54 W/ 3/8"Ø

SIMPSON TITEN HD (2.1/2"
EMBED) @ 32" O.C.

362T125-54 SOFFIT
JOISTS (9'-0" MAX
SPAN) @ 16" O.C.

362T125-54 W/ 2- 0.157Ø
HILTI X-U @ EA STUD &
2-#12 EA STUD

362S162-54 @ 16" O.C.

362S125-54 W/
2-#12 EA STUD

362S162-54 @ 4'-0" O.C.
CONNECT TO
STRUCTURE PER

SF622
C2

SF622
B4

2-#12 EA JOIST

STEEL BEAM

VERTICLIP SLS800 W/
2-SCREWS & 3 HILTI
0.157Ø X-U

ALTERNATE
BTWN TOP & BOT

MAX HEIGHT
W/ VENEER

NOTES:
1.  5PSF LATERAL DESIGN LOAD WITHOUT VENEER L/240
DEFLECTION LIMITATION.

2.  FOR STUDS UP TO 26'-0" TALL.  FASTEN BOTTOM TRACK TO
CONCRETE WITH 0.157"Ø HILTI X-U (1" MIN EMBED) @ 16" O.C.,
BOTTOM TRACK TO HAVE 1.1/4" FLANGES, GAUGE TO MATCH STUD.

20'-0"

12'-0"

16'-0"

MAX HEIGHT
W/O VENEER

31'-0"

18'-0"

27'-0"

STUD

600S162-43

600S137-33

362S137-33

SPACING

16" O.C.

16" O.C.

16" O.C.

INTERIOR NON-BEARING STUD WALL SCHEDULE
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LOWER LEVEL PLAN (50M)

DOOR SCHEDULE - ALTERNATE 1
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HDW
GROUP

ALUM
HDW REMARKSLEAF 1 LEAF 2

LOWER LEVEL
45A 3'-0" 3'-0" 7'-10" WD-1 HM-101 - 38

118 3'-0" 7'-10" AL-6 AL-101 45 MIN N
119 3'-0" 7'-10" WD-1 HM-101 45 MIN 26
121 3'-0" 7'-10" AL-6 AL-101 45 MIN N
126 3'-0" 7'-10" WD-1 HM-101 45 MIN 26
128 4'-0" 4'-0" 7'-10" AL-6 AL-102 - M

129 3'-6" 7'-10" WD-3 HM-101 60 MIN 39
130 3'-0" 3'-0" 7'-10" WD-1 HM-101 45 MIN 39
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OVERALL LOWER LEVEL REFLECTED CEILING PLAN (50M POOL)
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ENLARGED LOWER LEVEL - LOCKER ROOM FLOOR PATTERNA1
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SCALE:  1/8" = 1'	0"
D1

35COURT GYM 5 WEST ELEVATION

SCALE:  1/8" = 1'	0"
C1

35COURT GYM 5 SOUTH ELEVATION

SCALE:  1/8" = 1'	0"
C5

STAIR #2 WEST ELEV

SCALE:  1/8" = 1'	0"
A1

35COURT GYM 5 EAST ELEVATION

SCALE:  1/8" = 1'	0"
B1

35COURT GYM 5 NORTH ELEVATION

SCALE:  1/8" = 1'	0"
A3

STAIR #2 EAST ELEV

SCALE:  1/8" = 1'	0"
A4

STAIR #2 SOUTH ELEVATION
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1.  REFER TO THE FIRE CODE PLAN FOR
INDICATION OF THE WALLS THAT ARE TO
RECEIVE FIRE  RATINGS.
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ELEMENTS FOR THAT FAÇADE.
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SCALE:  1/8" = 1'	0"
D5

OUTDOOR RECREATION 5 NORTH ELEV

SCALE:  1/8" = 1'	0"
D3

OUTDOOR RECREATION 5 WEST ELEV

SCALE:  1/8" = 1'	0"
C1

OUTDOOR RECREATION 5 EAST ELEV

SCALE:  1/8" = 1'	0"
E1

OUTDOOR RECREATION 5 SOUTH ELEV 2

SCALE:  1/8" = 1'	0"
B4

METAL PANEL PATTERN

SCALE:  1/8" = 1'	0"
C4

METAL PANEL DETAIL TOP

SCALE:  1/8" = 1'	0"
A4

METAL PANEL DETAIL BOTTOM

SCALE:  1/8" = 1'	0"
E3

OUTDOOR RECREATION SOUTH ELEV

SCALE:  1/8" = 1'	0"
B3

METAL PANEL SIGNAGE

SCALE:  1/8" = 1'	0"
A3

DETAIL BOTTOM

SCALE:  1/8" = 1'	0"
C3

DETAIL TOP
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1.  WHERE SHORING CONDITIONS APPLY, CONTRACTOR SHALL PROVIDE WITH IT,
THE REQUIRED WATERPROOFING AND DRAINAGE SYSTEM FOR THE CONCRETE &
THE SHORING WALL RESPECTIVELY.

2.  CONTRACTOR IS RESPONSIBLE FOR PROPER TRANSITIONS BETWEEN
SHORING SYSTEM, LAID BACK WATERPROOFING & HORIZONTAL WATERPROOFING
SYSTEMS � THEY SHALL BE COMPATIBLE ONE TO EACH OTHER & MUST FOLLOW
RECOMMENDATIONS FROM THEIR MANUFACTURERS.

3.  SPACING BETWEEN STRUCTURAL MEMBERS SHALL FOLLOW INDICATIONS
GIVEN ON STRUCTURAL PLANS (TYPICAL).

4.  COLORS, STAINS & FINISHES ON ALL DESCRIPTED MATERIALS ARE PER FINISH
SCHEDULE, SPECIFICATIONS & AS SELECTED PER INTERIOR DESIGNER AND/OR
ARCHITECT (TYPICAL).

5.  FIRE PROTECTION ON ASSEMBLIES, ELEMENTS AND MEMBERS SHALL
COMPLY WITH ALL THE CODE REQUIREMENTS (TYPICAL) � REFER TO LIFE SAFETY
PLANS.

6.  WOOD MATERIAL UNDER TYPE 1B CONSTRUCTION SHALL BE FIRE AND
PRESSURE TREATED (TYPICAL) U.N.O.

7.  REFER TO PLAN DETAILS FOR SPECIFIC LOCATION OF STUDS THAT WILL
ACCOMPLISH ALIGNMENTS OF  DIFFERENT TYPES OF WALLS (TYPICAL).

9.  ALL WALLS SHALL BE BUILT FOLLOWING WALL TYPE PARTITION DETAILS
(TYPICAL).

10. CURTAINWALL SUPPORT TO ALIGN HORIZONTALLY UNLESS NOTED

11. NOT ALL KEYNOTES APPLY TO THIS SHEET

GENERAL NOTES
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SCALE:  1/8" = 1'�0"
C1

BUILDING SECTION 2

SCALE:  1/8" = 1'�0"
A1

BUILDING SECTION 1

1 ALUMINUM CURTAIN WALL SYSTEM REFER TO WINDOW SCHEDULE

2 VERTICALLY�ORIENTED BOARD�FORMED CONCRETE

3 DRY�JOINT COMPOSITE METAL PANEL RAINSCREEN SYSTEM

4 GLASS GARAGE DOOR

5 METAL PANEL CANOPY

6 SIGNAGE

7 MECHANICAL LOUVER � COLOR BY ARCHITECT

8 ALUMINUM SOLAR SHADE

9 RETAINING WALL

11 GFRC COLUMN COVER

12 TRANSLUCENT GLASS CANOPY

13 MECHANICAL EQUIPMENT

14 MAINTENANCE / EGRESS DOOR REFER TO DOOR SCHEDULE

15 ENTRY DOORS REFER TO DOOR SCHEDULE

17 STAIR

18 ALIGN ELEMENTS

19 DRY�JOINT TERRACOTTA RAINSCREEN SYSTEM, RE: RAINSCREEN
PATTERN SHEETS

20 ALUMINUM INFILL PANEL � COLOR BY ARCHITECT

21 RAILING

22 FUTURE SOLAR HOT WATER PANELS

24 DAVIT CRANE

25 MECHANICAL SHAFT

27 EXPOSED CONCRETE COLUMN BASE

28 2" RECESSED IN CONCRETE WALL

29 CLIMBING WALL

30 POOL

31 SPA

32 OPEN WEB JOIST

33 SKYLIGHT

34 WINDOW WASHING TIE�BACK CONNECTION

KEYNOTES
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1.  WHERE SHORING CONDITIONS APPLY, CONTRACTOR SHALL PROVIDE WITH IT,
THE REQUIRED WATERPROOFING AND DRAINAGE SYSTEM FOR THE CONCRETE &
THE SHORING WALL RESPECTIVELY.

2.  CONTRACTOR IS RESPONSIBLE FOR PROPER TRANSITIONS BETWEEN
SHORING SYSTEM, LAID BACK WATERPROOFING & HORIZONTAL WATERPROOFING
SYSTEMS � THEY SHALL BE COMPATIBLE ONE TO EACH OTHER & MUST FOLLOW
RECOMMENDATIONS FROM THEIR MANUFACTURERS.

3.  SPACING BETWEEN STRUCTURAL MEMBERS SHALL FOLLOW INDICATIONS
GIVEN ON STRUCTURAL PLANS (TYPICAL).

4.  COLORS, STAINS & FINISHES ON ALL DESCRIPTED MATERIALS ARE PER FINISH
SCHEDULE, SPECIFICATIONS & AS SELECTED PER INTERIOR DESIGNER AND/OR
ARCHITECT (TYPICAL).

5.  FIRE PROTECTION ON ASSEMBLIES, ELEMENTS AND MEMBERS SHALL
COMPLY WITH ALL THE CODE REQUIREMENTS (TYPICAL) � REFER TO LIFE SAFETY
PLANS.

6.  WOOD MATERIAL UNDER TYPE 1B CONSTRUCTION SHALL BE FIRE AND
PRESSURE TREATED (TYPICAL) U.N.O.

7.  REFER TO PLAN DETAILS FOR SPECIFIC LOCATION OF STUDS THAT WILL
ACCOMPLISH ALIGNMENTS OF  DIFFERENT TYPES OF WALLS (TYPICAL).

9.  ALL WALLS SHALL BE BUILT FOLLOWING WALL TYPE PARTITION DETAILS
(TYPICAL).

10. CURTAINWALL SUPPORT TO ALIGN HORIZONTALLY UNLESS NOTED

11. NOT ALL KEYNOTES APPLY TO THIS SHEET
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SCALE:  1/8" = 1'�0"
A1

BUILDING SECTION 4 4

SCALE:  1/8" = 1'�0"
C1

BUILDING SECTION 4 3

1 ALUMINUM CURTAIN WALL SYSTEM REFER TO WINDOW SCHEDULE

2 VERTICALLY�ORIENTED BOARD�FORMED CONCRETE

3 DRY�JOINT COMPOSITE METAL PANEL RAINSCREEN SYSTEM

4 GLASS GARAGE DOOR

5 METAL PANEL CANOPY

6 SIGNAGE

7 MECHANICAL LOUVER � COLOR BY ARCHITECT

8 ALUMINUM SOLAR SHADE

9 RETAINING WALL

11 GFRC COLUMN COVER

12 TRANSLUCENT GLASS CANOPY

13 MECHANICAL EQUIPMENT

14 MAINTENANCE / EGRESS DOOR REFER TO DOOR SCHEDULE

15 ENTRY DOORS REFER TO DOOR SCHEDULE

17 STAIR

18 ALIGN ELEMENTS

19 DRY�JOINT TERRACOTTA RAINSCREEN SYSTEM, RE: RAINSCREEN
PATTERN SHEETS

20 ALUMINUM INFILL PANEL � COLOR BY ARCHITECT

21 RAILING

22 FUTURE SOLAR HOT WATER PANELS

24 DAVIT CRANE

25 MECHANICAL SHAFT

27 EXPOSED CONCRETE COLUMN BASE

28 2" RECESSED IN CONCRETE WALL

29 CLIMBING WALL

30 POOL

31 SPA

32 OPEN WEB JOIST

33 SKYLIGHT

34 WINDOW WASHING TIE�BACK CONNECTION

KEYNOTES
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1.  WHERE SHORING CONDITIONS APPLY, CONTRACTOR SHALL PROVIDE WITH IT,
THE REQUIRED WATERPROOFING AND DRAINAGE SYSTEM FOR THE CONCRETE &
THE SHORING WALL RESPECTIVELY.

2.  CONTRACTOR IS RESPONSIBLE FOR PROPER TRANSITIONS BETWEEN
SHORING SYSTEM, LAID BACK WATERPROOFING & HORIZONTAL WATERPROOFING
SYSTEMS � THEY SHALL BE COMPATIBLE ONE TO EACH OTHER & MUST FOLLOW
RECOMMENDATIONS FROM THEIR MANUFACTURERS.

3.  SPACING BETWEEN STRUCTURAL MEMBERS SHALL FOLLOW INDICATIONS
GIVEN ON STRUCTURAL PLANS (TYPICAL).

4.  COLORS, STAINS & FINISHES ON ALL DESCRIPTED MATERIALS ARE PER FINISH
SCHEDULE, SPECIFICATIONS & AS SELECTED PER INTERIOR DESIGNER AND/OR
ARCHITECT (TYPICAL).

5.  FIRE PROTECTION ON ASSEMBLIES, ELEMENTS AND MEMBERS SHALL
COMPLY WITH ALL THE CODE REQUIREMENTS (TYPICAL) � REFER TO LIFE SAFETY
PLANS.

6.  WOOD MATERIAL UNDER TYPE 1B CONSTRUCTION SHALL BE FIRE AND
PRESSURE TREATED (TYPICAL) U.N.O.

7.  REFER TO PLAN DETAILS FOR SPECIFIC LOCATION OF STUDS THAT WILL
ACCOMPLISH ALIGNMENTS OF  DIFFERENT TYPES OF WALLS (TYPICAL).

9.  ALL WALLS SHALL BE BUILT FOLLOWING WALL TYPE PARTITION DETAILS
(TYPICAL).

10. CURTAINWALL SUPPORT TO ALIGN HORIZONTALLY UNLESS NOTED

11. NOT ALL KEYNOTES APPLY TO THIS SHEET

GENERAL NOTES

SHEET NUMBER

1

A

B B

C

D

E

A

C

D

E

2 3 4 5

1 2 3 4 5

ISSUED:

MHTN PROJECT NO.

SEAL

DRAWN BY: CHECKED BY:

SHEET NAME

DESCRIPTIONDATENO.

CONTRACTOR TO VERIFY DRAWINGS IN FIELD USE REFLECT LAST
REVISION DATE.

DESCRIPTIONDATENO.

MHTN Architects, Inc.
420 East South Temple
Suite 100
Salt Lake City, Utah 84111
Telephone (801) 59546700
Telefax (801) 59546717
www.mhtn.com

622 Emerson, Suite 200
St. Louis, MO 63141
Tel. 314.863.5717
Fax. 314.863.2823
www.hastingschivetta.com

BUILDING OFFICIAL STAMP

5
/1

4
/2

0
1
3
 3

:1
9
:5

9
 P

M

1
8
3
6
 E

. 
B

A
L
L
IF

 R
O

A
D

S
A

L
T

 L
A

K
E

 C
IT

Y
, 
U

T
A

H
 8

4
1
1
2

C
:\
U

s
e
rs

\r
u
im

\D
o
c
u
m

e
n
ts

\A
1
2
42

0
1
0
5
6
2
_
U

o
fU

_
S

tu
d
e
n
tL

if
e
C

e
n
te

r_
C

e
n
tr

a
l_

ru
im

.r
v
t

BUILDING
SECTIONS 4
ALTERNATE 1

AE303

S
T

U
D

E
N

T
 L

IF
E

 C
E

N
T

E
R

U
N

IV
E

R
S

IT
Y

 O
F

 U
T

A
H

Author Checker

PROJ 2010562

BID PACKAGE
MAY 15, 2013

SCALE:  1/8" = 1'�0"
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SCALE:  1/8" = 1'�0"
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BUILDING SECTION ALTERNATE 1

1 ALUMINUM CURTAIN WALL SYSTEM REFER TO WINDOW SCHEDULE

2 VERTICALLY�ORIENTED BOARD�FORMED CONCRETE

3 DRY�JOINT COMPOSITE METAL PANEL RAINSCREEN SYSTEM

4 GLASS GARAGE DOOR

5 METAL PANEL CANOPY

6 SIGNAGE

7 MECHANICAL LOUVER � COLOR BY ARCHITECT

8 ALUMINUM SOLAR SHADE

9 RETAINING WALL

11 GFRC COLUMN COVER

12 TRANSLUCENT GLASS CANOPY

13 MECHANICAL EQUIPMENT

14 MAINTENANCE / EGRESS DOOR REFER TO DOOR SCHEDULE

15 ENTRY DOORS REFER TO DOOR SCHEDULE

17 STAIR

18 ALIGN ELEMENTS

19 DRY�JOINT TERRACOTTA RAINSCREEN SYSTEM, RE: RAINSCREEN
PATTERN SHEETS

20 ALUMINUM INFILL PANEL � COLOR BY ARCHITECT

21 RAILING

22 FUTURE SOLAR HOT WATER PANELS

24 DAVIT CRANE

25 MECHANICAL SHAFT

27 EXPOSED CONCRETE COLUMN BASE

28 2" RECESSED IN CONCRETE WALL

29 CLIMBING WALL

30 POOL

31 SPA

32 OPEN WEB JOIST

33 SKYLIGHT

34 WINDOW WASHING TIE�BACK CONNECTION
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1.  WHERE SHORING CONDITIONS APPLY, CONTRACTOR SHALL PROVIDE WITH IT,
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5.  FIRE PROTECTION ON ASSEMBLIES, ELEMENTS AND MEMBERS SHALL
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6.  WOOD MATERIAL UNDER TYPE 1B CONSTRUCTION SHALL BE FIRE AND
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1.  WHERE SHORING CONDITIONS APPLY, CONTRACTOR SHALL PROVIDE WITH IT,
THE REQUIRED WATERPROOFING AND DRAINAGE SYSTEM FOR THE CONCRETE &
THE SHORING WALL RESPECTIVELY.

2.  CONTRACTOR IS RESPONSIBLE FOR PROPER TRANSITIONS BETWEEN
SHORING SYSTEM, LAID BACK WATERPROOFING & HORIZONTAL WATERPROOFING
SYSTEMS � THEY SHALL BE COMPATIBLE ONE TO EACH OTHER & MUST FOLLOW
RECOMMENDATIONS FROM THEIR MANUFACTURERS.

3.  SPACING BETWEEN STRUCTURAL MEMBERS SHALL FOLLOW INDICATIONS
GIVEN ON STRUCTURAL PLANS (TYPICAL).

4.  COLORS, STAINS & FINISHES ON ALL DESCRIPTED MATERIALS ARE PER FINISH
SCHEDULE, SPECIFICATIONS & AS SELECTED PER INTERIOR DESIGNER AND/OR
ARCHITECT (TYPICAL).

5.  FIRE PROTECTION ON ASSEMBLIES, ELEMENTS AND MEMBERS SHALL
COMPLY WITH ALL THE CODE REQUIREMENTS (TYPICAL) � REFER TO LIFE SAFETY
PLANS.

6.  WOOD MATERIAL UNDER TYPE 1B CONSTRUCTION SHALL BE FIRE AND
PRESSURE TREATED (TYPICAL) U.N.O.

7.  REFER TO PLAN DETAILS FOR SPECIFIC LOCATION OF STUDS THAT WILL
ACCOMPLISH ALIGNMENTS OF  DIFFERENT TYPES OF WALLS (TYPICAL).

9.  ALL WALLS SHALL BE BUILT FOLLOWING WALL TYPE PARTITION DETAILS
(TYPICAL).

10. CURTAINWALL SUPPORT TO ALIGN HORIZONTALLY UNLESS NOTED

11. NOT ALL KEYNOTES APPLY TO THIS SHEET
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1.  WHERE SHORING CONDITIONS APPLY, CONTRACTOR SHALL PROVIDE WITH IT,
THE REQUIRED WATERPROOFING AND DRAINAGE SYSTEM FOR THE CONCRETE &
THE SHORING WALL RESPECTIVELY.

2.  CONTRACTOR IS RESPONSIBLE FOR PROPER TRANSITIONS BETWEEN
SHORING SYSTEM, LAID BACK WATERPROOFING & HORIZONTAL WATERPROOFING
SYSTEMS � THEY SHALL BE COMPATIBLE ONE TO EACH OTHER & MUST FOLLOW
RECOMMENDATIONS FROM THEIR MANUFACTURERS.

3.  SPACING BETWEEN STRUCTURAL MEMBERS SHALL FOLLOW INDICATIONS
GIVEN ON STRUCTURAL PLANS (TYPICAL).

4.  COLORS, STAINS & FINISHES ON ALL DESCRIPTED MATERIALS ARE PER FINISH
SCHEDULE, SPECIFICATIONS & AS SELECTED PER INTERIOR DESIGNER AND/OR
ARCHITECT (TYPICAL).

5.  FIRE PROTECTION ON ASSEMBLIES, ELEMENTS AND MEMBERS SHALL
COMPLY WITH ALL THE CODE REQUIREMENTS (TYPICAL) � REFER TO LIFE SAFETY
PLANS.

6.  WOOD MATERIAL UNDER TYPE 1B CONSTRUCTION SHALL BE FIRE AND
PRESSURE TREATED (TYPICAL) U.N.O.

7.  REFER TO PLAN DETAILS FOR SPECIFIC LOCATION OF STUDS THAT WILL
ACCOMPLISH ALIGNMENTS OF  DIFFERENT TYPES OF WALLS (TYPICAL).

9.  ALL WALLS SHALL BE BUILT FOLLOWING WALL TYPE PARTITION DETAILS
(TYPICAL).

10. CURTAINWALL SUPPORT TO ALIGN HORIZONTALLY UNLESS NOTED

11. NOT ALL KEYNOTES APPLY TO THIS SHEET
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1.  WHERE SHORING CONDITIONS APPLY, CONTRACTOR SHALL PROVIDE WITH IT,
THE REQUIRED WATERPROOFING AND DRAINAGE SYSTEM FOR THE CONCRETE &
THE SHORING WALL RESPECTIVELY.

2.  CONTRACTOR IS RESPONSIBLE FOR PROPER TRANSITIONS BETWEEN
SHORING SYSTEM, LAID BACK WATERPROOFING & HORIZONTAL WATERPROOFING
SYSTEMS � THEY SHALL BE COMPATIBLE ONE TO EACH OTHER & MUST FOLLOW
RECOMMENDATIONS FROM THEIR MANUFACTURERS.

3.  SPACING BETWEEN STRUCTURAL MEMBERS SHALL FOLLOW INDICATIONS
GIVEN ON STRUCTURAL PLANS (TYPICAL).

4.  COLORS, STAINS & FINISHES ON ALL DESCRIPTED MATERIALS ARE PER FINISH
SCHEDULE, SPECIFICATIONS & AS SELECTED PER INTERIOR DESIGNER AND/OR
ARCHITECT (TYPICAL).

5.  FIRE PROTECTION ON ASSEMBLIES, ELEMENTS AND MEMBERS SHALL
COMPLY WITH ALL THE CODE REQUIREMENTS (TYPICAL) � REFER TO LIFE SAFETY
PLANS.

6.  WOOD MATERIAL UNDER TYPE 1B CONSTRUCTION SHALL BE FIRE AND
PRESSURE TREATED (TYPICAL) U.N.O.

7.  REFER TO PLAN DETAILS FOR SPECIFIC LOCATION OF STUDS THAT WILL
ACCOMPLISH ALIGNMENTS OF  DIFFERENT TYPES OF WALLS (TYPICAL).

9.  ALL WALLS SHALL BE BUILT FOLLOWING WALL TYPE PARTITION DETAILS
(TYPICAL).

10. CURTAINWALL SUPPORT TO ALIGN HORIZONTALLY UNLESS NOTED

11. NOT ALL KEYNOTES APPLY TO THIS SHEET
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1.  WHERE SHORING CONDITIONS APPLY, CONTRACTOR SHALL PROVIDE WITH IT,
THE REQUIRED WATERPROOFING AND DRAINAGE SYSTEM FOR THE CONCRETE &
THE SHORING WALL RESPECTIVELY.

2.  CONTRACTOR IS RESPONSIBLE FOR PROPER TRANSITIONS BETWEEN
SHORING SYSTEM, LAID BACK WATERPROOFING & HORIZONTAL WATERPROOFING
SYSTEMS � THEY SHALL BE COMPATIBLE ONE TO EACH OTHER & MUST FOLLOW
RECOMMENDATIONS FROM THEIR MANUFACTURERS.

3.  SPACING BETWEEN STRUCTURAL MEMBERS SHALL FOLLOW INDICATIONS
GIVEN ON STRUCTURAL PLANS (TYPICAL).

4.  COLORS, STAINS & FINISHES ON ALL DESCRIPTED MATERIALS ARE PER FINISH
SCHEDULE, SPECIFICATIONS & AS SELECTED PER INTERIOR DESIGNER AND/OR
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5.  FIRE PROTECTION ON ASSEMBLIES, ELEMENTS AND MEMBERS SHALL
COMPLY WITH ALL THE CODE REQUIREMENTS (TYPICAL) � REFER TO LIFE SAFETY
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6.  WOOD MATERIAL UNDER TYPE 1B CONSTRUCTION SHALL BE FIRE AND
PRESSURE TREATED (TYPICAL) U.N.O.

7.  REFER TO PLAN DETAILS FOR SPECIFIC LOCATION OF STUDS THAT WILL
ACCOMPLISH ALIGNMENTS OF  DIFFERENT TYPES OF WALLS (TYPICAL).

9.  ALL WALLS SHALL BE BUILT FOLLOWING WALL TYPE PARTITION DETAILS
(TYPICAL).
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 1
1"

LEVEL 1
100' � 0"

L. LEVEL
86' � 0"

C.5

AE505

A2
SIM

STRUCTURAL FOOTING AND
FOUNDATION

WALL:
DRAINAGE BOARD
RIGID INSULATION ((EXPS)
FLUID APPLIED WATERPROOFING
CONCRETE WALL

GRAVEL W/ GEO�TECH FABRIC

PERFORATED DRAIN PIPE W/
6" FREE DRAIN GRAVEL FILL
AROUND IT

9'
 �

 1
0"

ALUMINUM CURTAIN WALL
BUTT GLAZING SYSTEM
TRIPLE GLAZING

ROOFING SYSTEM:
SINGLE PLY MEMBRANE
PROTECTION BOARD
RIGID INSULATION (R�40 MIN.)
VAPOR BARRIER
CONCRETE
METAL DECK

UNDERGROUND
MECHANICAL DUCT

AE504

E3

1"

AE504

D3

ALUMINUM CLOSURE TO
MATCH CURTAIN WALL

LEVEL 1
100' � 0"

ROOF 3
153' � 0"

L. LEVEL
86' � 0"

T.O. Footing
82' � 0"

LEVEL 2
115' � 0"

LEVEL 3
129' � 0"

1

ROOF 2
146' � 0"

AE505

A1

STRUCTURAL FOOTING AND
FOUNDATION

FOUNDATION WALL:
DRAINAGE BOARD
RIGID INSULATION ((EXPS)
FLUID APPLIED WATERPROOFING
CONCRETE WALL

GRAVEL W/ GEO�TECH FABRIC

PERFORATED DRAIN PIPE W/
6" FREE DRAIN GRAVEL FILL
AROUND IT

2" RIGID INSULATION

GLASS SPANDREL

BATT INSULATION (R�19)

SPRAY ON INSULATION

SHEAR WALL

WOOD FLOOR OVER
CONCRETE SLAB ON
METAL DECK

CONCRETE SLAB ON
METAL DECK RUNNING
TRACK

PRE�FINISHED METAL
COPING

ROOFING SYSTEM:
SINGLE PLY MEMBRANE
PROTECTION BOARD
RIGID INSULATION (R�40 MIN).
VAPOR BARRIER
METAL DECK

METAL CANOPY

WALL:
TERRACOTTA RAINSCREEN SYSTEM
RIGID INSULATION (MINERAL FIBER (R�12.9)
AIR BARRIER
GLASS�MAT GYPSUM SHEATHING
COLD FORMED METAL FRAMING
BATT INSULATION (R�19)
CONCRETE WALL
3 5/8" METAL METAL STUDS
VAPOR RETARDER
GYPSUM BOARD

AE501

E3

AE525

D4

SIM

SCHEDULED CEILING

STEEL BEAM WITN
FIREPROOFING

LEVEL 1
100' � 0"

L. LEVEL
86' � 0"

G.5

AE505

E3

ALUMINUM CURTAIN WALL
SYSTEM WITH BACK LITHING
GLAZING PER SCHEDULE

PRE�FINISH METAL COPING

CONCRETE SLAB OVER
INSULATION

RIGID INSULATION

COLD FORMED METAL
FRAMING 362S162�33 @ 16"O.C.

CONCRETE FOOTING

CMU WALL REF. TO
INTERIOR DRAWINGS

STEEL BEAM WITH
FIREPROOFING

SLAB OVER METAL DECK

LIGHTING REF. TO ELECTRICAL

VERTICAL SLIP
CONNECTION PER STRUCT.

AE504

B1

ROOFING SYSTEM:
SINGLE PLY MEMBRANE
PROTECTION BOAD
RIGID INSULATION (R�40)
VAPOR BARRIER
CONCRETE SLAB
METAL DECK

1'
 �

 8
"

LEVEL 1
100' � 0"

L. LEVEL
86' � 0"

K

AE504

A3

STRUCTURAL FOOTING AND
FOUNDATION

BELOW GRADE WALL:
DRAINAGE BOARD
RIGID INSULATION ((EXPS)
FLUID APPLIED WATERPROOFING
CONCRETE WALL
SPRAY ON INSULATION
CMU VENEER

GRAVEL W/ GEO�TECH FABRIC

PERFORATED DRAIN PIPE W/
6" FREE DRAIN GRAVEL FILL
AROUND IT

6'
 �

 0
"

WALL:
BOARD FORMED CONCRETE WALL
SPRAY ON INSULATION
CMU VENEER

GUARDRAIL

CONCRETE SLAB
OVER RIGID INSULATION

CONCRETE SLAB
ON METAL DECK

2'
 �

 0
"

LEVEL 1
100' � 0"

L. LEVEL
86' � 0"

AE504

A3

AE504

E5

STRUCTURAL FOOTING AND
FOUNDATION

WALL:
DRAINAGE BOARD
FLUID APPLIED WATERPROOFING
CONCRETE WALL

GRAVEL W/ GEO�TECH FABRIC

PERFORATED DRAIN PIPE W/
6" FREE DRAIN GRAVEL FILL
AROUND IT

CONCRETE SLAB

RIGID INSULATION

CONCRETE TOPPING

GUARDRAIL

CONCRETE SLAB

L. LEVEL
86' � 0"

STRUCTURAL FOOTING AND
FOUNDATION

BELOW GRADE WALL:
DRAINAGE BOARD
FLUID APPLIED WATERPROOFING
CONCRETE WALL

GRAVEL W/ GEO�TECH FABRIC

PERFORATED DRAIN PIPE W/
6" FREE DRAIN GRAVEL FILL
AROUND IT

CONCRETE SLAB

GRAVEL W/ GEO�TECH FABRIC

SOIL

AE502

E1

AE631

E2
NO FURRING

AE504

D5

1.  WHERE SHORING CONDITIONS APPLY, CONTRACTOR SHALL PROVIDE WITH IT,
THE REQUIRED WATERPROOFING AND DRAINAGE SYSTEM FOR THE CONCRETE &
THE SHORING WALL RESPECTIVELY.

2.  CONTRACTOR IS RESPONSIBLE FOR PROPER TRANSITIONS BETWEEN
SHORING SYSTEM, LAID BACK WATERPROOFING & HORIZONTAL WATERPROOFING
SYSTEMS � THEY SHALL BE COMPATIBLE ONE TO EACH OTHER & MUST FOLLOW
RECOMMENDATIONS FROM THEIR MANUFACTURERS.

3.  SPACING BETWEEN STRUCTURAL MEMBERS SHALL FOLLOW INDICATIONS
GIVEN ON STRUCTURAL PLANS (TYPICAL).

4.  COLORS, STAINS & FINISHES ON ALL DESCRIPTED MATERIALS ARE PER FINISH
SCHEDULE, SPECIFICATIONS & AS SELECTED PER INTERIOR DESIGNER AND/OR
ARCHITECT (TYPICAL).

5.  FIRE PROTECTION ON ASSEMBLIES, ELEMENTS AND MEMBERS SHALL
COMPLY WITH ALL THE CODE REQUIREMENTS (TYPICAL) � REFER TO LIFE SAFETY
PLANS.

6.  WOOD MATERIAL UNDER TYPE 1B CONSTRUCTION SHALL BE FIRE AND
PRESSURE TREATED (TYPICAL) U.N.O.

7.  REFER TO PLAN DETAILS FOR SPECIFIC LOCATION OF STUDS THAT WILL
ACCOMPLISH ALIGNMENTS OF  DIFFERENT TYPES OF WALLS (TYPICAL).

9.  ALL WALLS SHALL BE BUILT FOLLOWING WALL TYPE PARTITION DETAILS
(TYPICAL).

10. CURTAINWALL SUPPORT TO ALIGN HORIZONTALLY UNLESS NOTED

11. NOT ALL KEYNOTES APPLY TO THIS SHEET

GENERAL NOTES

L. LEVEL
86' � 0"

G.5

STRUCTURAL FOOTING AND
FOUNDATION

ALUMINUM CURTAIN WALL
BUTT GLAZINGSYSTEM
TRIPLE GLAZING

STEEL BEAM W/
INTUMESCENT PAINT

CONCRETE SLAB ON
GRADE OVER VAPOR
BARRIER

ROOFING SYSTEM:
SINGLE PLY MEMBRANE
PROTECTION BOARD
RIGID INSULATION (R�40 MIN.)
VAPOR BARRIER
CONCRETE
METAL DECK

CONCRETE SLAB OVER
GRAVEL

CONCRETE WALL

WATERPROOFING

PRE�CAST SILL

CMU WALL

SPRAY ON INSULATION
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MECHANICAL
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3'
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SCALE:  1/4" = 1'�0"
A3

WALL SECTION

SCALE:  1/4" = 1'�0"
A4

WALL SECTION

SCALE:  1/4" = 1'�0"
A5

WALL SECTION

SCALE:  1/4" = 1'�0"
A2

WALL SECTION

SCALE:  1/4" = 1'�0"
A1

WALL SECTION

SCALE:  1/4" = 1'�0"
C4

WALL SECTION

SCALE:  1/4" = 1'�0"
C3

WALL SECTION

SCALE:  1/4" = 1'�0"
C2

WALL SECTION



LEVEL 1
100' � 0"

ROOF 3
153' � 0"

LEVEL 2
115' � 0"

LEVEL 3
129' � 0"

L

ROOF 2
146' � 0"

ROOF 1
136' � 0"

AE501

B5

AE501

E1

1'
 �

 6
"

10
' �

 0
"

CONCRETE SLAB ON
GRADE

STRUCTURAL FOOTING AND
FOUNDATION

PERFORATED DRAIN PIPE W/
6" FREE DRAIN GRAVEL FILL
AROUND IT

CONCRETE SLAB ON
GRADE OVER VAPOR
BARRIER

AE521

C4

AE521

A5

ALUMINUM DOOR
PER SCHEDULE

DRAINAGE BOARD
RIGID INSULATION ((EXPS)

COMPOSITE METAL
PANEL CANOPY

ALUMINUM CURTAIN
WALL SYSTEM

SPANDREL

STRUCTURAL BEAM
W/ FIREPROOFING

ROOFING SYSTEM:
SINGLE PLY
MEMBRANE
RIGID INSULATION
METAL DECK

CEILING PER RCP

COPING TO  MATCH
CURTAIN WALL

METAL PANEL WALL
BEYOND

CEILING PER RCP

CONCRETE SLAB ON
METAL DECK

STRUCTURAL BEAM
W/ FIREPROOFING

GYPSUM SOFFIT
GYPSUM SOFFIT

EXTEND CEILING FROM
THIS ROOM TO WALL

FIRE RATED GLAZING
SYSTEM

FIRE RATED WALL

FIRE RATED GLAZING
SYSTEM

L.6

CONCRETE BASE

GRAVEL

WATERPROOFING

BRACING TYP.

AE317

B2

AE317

B2

AE317

E1

FIRE SAFING

AE317

E1

AE317

E1

AE317

C2

FIRE SAFING

AE317

D2

FIRE SAFING

FIRE SAFING

CANOPY DRAIN

AE317

E2

K.5

LEVEL 1
100' � 0"

LEVEL 2
115' � 0"

LEVEL 3
129' � 0"

ROOF 2
146' � 0"

13.5

STRUCTURAL FOOTING AND
FOUNDATION

PERFORATED DRAIN PIPE W/
6" FREE DRAIN GRAVEL FILL
AROUND IT

CONCRETE SLAB ON
GRADE OVER VAPOR
BARRIER

DRAINAGE BOARD
RIGID INSULATION ((EXPS)

ROOFING SYSTEM:
SINGLE PLY
MEMBRANE
RIGID INSULATION
METAL DECK

ALUMINUM CURTAIN
WAL SYSTEM

AE501

E5

AE521

C4

ALUMINUM DOOR
PER SCHEDULE

AE317

E3

ALUMINUM CURTAIN
WAL SYSTEM

AE525

D1

EXTENSION
GUARDRAIL

EXPANSION JOINT COVER

POST TO BE PLACED IN
ORDER TO ACCOMODATE
EXPANSION

POST BOLTED TO
CONCRETE WALL

1' � 0"

CONCRETE CURB

1'�1".

LEVEL 3
129' � 0"

L.5

GUARDRAIL TO MATCH EXISTING

HANDRAIL TO MATCH EXISTING

REFER TO STRUCTURAL FOR
BRIDGE STRUCTURE

TOPPING SLAB REF. TO STRUCT.

COLUMN REF. TO STRUCT.

SNOW MELTING SYSTEM REF. TO MECH.

DRAIN PIPE REF. TO MECHANICAL

DRIP EDGE REVEAL

6' � 0"

CURB LIGHTING BOTH SIDES REFER TO
ELECTRICAL STAGGERED WITH POST

1"

CURB DIMENSION TO MATCH EXISTING3 
3/

4"
 T

Y
P

.
3 

3/
4"

3' � 0"

BASE OF GUARDRAIL SOLID GROUTED

3"

RECCESS CHANNEL IN THE CONCRETE

3"

3"

LEVEL 3
129' � 0"

13.5

5" RIGID INSULATION
(MINERAL WOOL)

COMPOSITE METAL PANEL

 CONCRETE BRIDGE

 EXPANSION JOINT COVER

 CONCRETE CURB BEYOND

7"

ALIGN

1' � 0 3/4"

ALUMINUM DOOR

1/2" MAX ALUMINUM
THRESHOLD SET ON A
MASTIC BED (TYP)

 DRIP EDGE REVEAL

GUARDRAIL POST BOLTED
TO CONCRETE WALL

HOLD RAIL 2" FROM GLASS

BACKER ROD AND
SEALANT

CURTAIN WALL MULLION
2' � 2 1/8"

1.  WHERE SHORING CONDITIONS APPLY, CONTRACTOR SHALL PROVIDE WITH IT,
THE REQUIRED WATERPROOFING AND DRAINAGE SYSTEM FOR THE CONCRETE &
THE SHORING WALL RESPECTIVELY.

2.  CONTRACTOR IS RESPONSIBLE FOR PROPER TRANSITIONS BETWEEN
SHORING SYSTEM, LAID BACK WATERPROOFING & HORIZONTAL WATERPROOFING
SYSTEMS � THEY SHALL BE COMPATIBLE ONE TO EACH OTHER & MUST FOLLOW
RECOMMENDATIONS FROM THEIR MANUFACTURERS.

3.  SPACING BETWEEN STRUCTURAL MEMBERS SHALL FOLLOW INDICATIONS
GIVEN ON STRUCTURAL PLANS (TYPICAL).

4.  COLORS, STAINS & FINISHES ON ALL DESCRIPTED MATERIALS ARE PER FINISH
SCHEDULE, SPECIFICATIONS & AS SELECTED PER INTERIOR DESIGNER AND/OR
ARCHITECT (TYPICAL).

5.  FIRE PROTECTION ON ASSEMBLIES, ELEMENTS AND MEMBERS SHALL
COMPLY WITH ALL THE CODE REQUIREMENTS (TYPICAL) � REFER TO LIFE SAFETY
PLANS.

6.  WOOD MATERIAL UNDER TYPE 1B CONSTRUCTION SHALL BE FIRE AND
PRESSURE TREATED (TYPICAL) U.N.O.

7.  REFER TO PLAN DETAILS FOR SPECIFIC LOCATION OF STUDS THAT WILL
ACCOMPLISH ALIGNMENTS OF  DIFFERENT TYPES OF WALLS (TYPICAL).

9.  ALL WALLS SHALL BE BUILT FOLLOWING WALL TYPE PARTITION DETAILS
(TYPICAL).

10. CURTAINWALL SUPPORT TO ALIGN HORIZONTALLY UNLESS NOTED

11. NOT ALL KEYNOTES APPLY TO THIS SHEET
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TERRACOTTA RAIN
SCREEN SYSTEM

MINERAL WOOL /
SILICONE CAULKING

GYPSUM BOARD
EXPOSED FACE
PAINTED

1/
4"

8" COLD FORMED
FRAMING

3 5/8" COLD FORMED
FRAMING

TERRACOTTA

A
L
IG

N

TERRACOTTA SUPPORT

1/
4"

5/8" GYPSUM BOARD
EXPOSED FACE PAINTED

CONCRETE WALL

FIRE RATED CURTAIN
WALL SYSTEM

MINERAL WOOL /
SILICONE CAULKING

CONCRETE WALL

FIRE RATED CURTAIN
WALL SYSTEM

METAL PANEL

MINERAL WOOL /
SILICONE CAULKING

GYPSUM BOARD

8" COLD FORMED
FRAMING

3 5/8" COLD FORMED
FRAMING

METAL PANEL

A
L
IG

N

5/8" GYPSUM BOARD

CONCRETE WALL

FIRE RATED CURTAIN
WALL SYSTEM

FIRE RATED CURTAIN
WALL SYSTEM

FIRE RATED GLASS

FIRE RATED CONCRETE
MULLION � TYP.

2"

5 
1/

8"

2"

SILICONE SEALANT

FIRE RATED DOOR

FIRE RATED CURTAIN
WALL SYSTEM

DOOR JAMB

DOOR HINGE PER
CURTAIN WALL SYSTEM

2"

SILICONE SEALANT

FIRE RATED DOOR

FIRE RATED CURTAIN
WALL SYSTEM

DOOR HEADER

DOOR HINGE PER
CURTAIN WALL SYSTEM

D
O

O
R

 O
P

E
N

IN
G

CONCRETE CORE

CONCRETE CORE

FIRE RATED CURTAIN
WALL SYSTEM

FIRE RATED GLASS

MINERAL WOOL FILLED

REFER TO FLOOR PLAN

CONCRETE CORE

STRUCTURAL STEEL TUBING,
MASTIC COATED  PER UL
DESIGN X633

CONT. SILICONE CAULKING

ALUMINUM COVER MY
FIRE RATED CURTAIN WALL

SEALANT

MINERAL WOOL FILLED

MINERAL WOOL /
SILICONE CAULKING

8" COLD FORMED
FRAMING

5/8" GYPSUM BOARD

FIRE RATED CURTAIN
WALL SYSTEM

GYPSUM BOARD SOFFIT

MINERAL WOOL /
SILICONE CAULKING

8" COLD FORMED
FRAMING

5/8" GYPSUM BOARD

FIRE RATED CURTAIN
WALL SYSTEM

FIRE SAFING

CONCRETE ON METAL
DECK

MINERAL WOOL /
SILICONE CAULKING

FIRE RATED CURTAIN
WALL SYSTEM

CONCRETE SLAB
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SCALE:  1/4" = 1'�0"
A5

WALL SECTION ALT. 3

SCALE:  1/4" = 1'�0"
A4

WALL SECTION ALT. 3

SCALE:  1/2" = 1'�0"
E4

DETAIL ALTERNATE 3

SCALE:  1 1/2" = 1'�0"
E3

DETAIL ALTERNATE 3

SCALE:  3" = 1'�0"
A2

DETAIL

SCALE:  3" = 1'�0"
A1

DETAIL

SCALE:  3" = 1'�0"
B1

DETAIL SCALE:  3" = 1'�0"
B2

DETAIL

SCALE:  3" = 1'�0"
C1

DETAIL

SCALE:  3" = 1'�0"
D2

DETAIL

SCALE:  3" = 1'�0"
D1

DETAIL

SCALE:  3" = 1'�0"
E1

DETAIL

SCALE:  3" = 1'�0"
C2

DETAIL

SCALE:  3" = 1'�0"
E2

DETAIL



LEVEL 1
100'-0"

LEVEL 2
115'-0"

Roof 3
146'-0"

LEVEL 3
129'-0"

LOWER LEVEL
86'-0"

Roof 4
136'-0"

G

ALUMINUM STOREFRONT

AE512
A2

AE512
C2

AE512
D2

ALUMINUM STOREFRONT W/
SPRANDREL PANEL

5/8" G.B. ON 3 5/8" MTL STUDS PNTD.
(TYP.)

AE512
E2

METAL COMPOSITE PANELS ON
3/4" PLYWOOD ON 4" MTL. STUDS

WOOD SPORTS FLOORING ON
RECESSED COMPOSITE METAL DECK

3 COURT
GYMNASIUM

215

FIRST AID
40B

NATATORIUM
40

OPEN WEB STEEL JOISTS - W/
INTUMESCENT PNT. (TYP.)

5/8" G.B. ON 3 5/8" MTL STUDS - PNTD (TYP.)

MECH.
RETURN AIR

SHAFT

17
'-0

"
14

'-0
"

15
'-0

"
14

'-0
"

CONCRETE SLAB - SEE STRUCT.
DWGS. (TYP.)

8'-
0"

10
'-0

"

CONCOURSE
100C

10"

11 1/4"

DUCTWORK - PNTD (TYP.)

LEVEL 1
100'-0"

LEVEL 2
115'-0"

LOWER LEVEL
86'-0"

6

15
'-0

"
14

'-0
"

RETURN AIR LOUVER BEHIND
GRILLE- SEE MECH. DWGS.

WOOD SPORTS FLOORING ON
RECESSED COMPOSITE METAL DECK

RETURN AIR SHAFT - VAPOR BARRIER
ON INTERIOR FACE OF CMU

8" (NOM.) CMU

NATATORIUM
40

3 COURT
GYMNASIUM

215

AE512
E1

SPRAY FOAM DECK CELLS SOLID AT
TOP OF WALL LOCATION (TYP.)

SPRAY FOAM DECK CELLS
SOLID AT TOP OF WALL
LOCATION (TYP.)DECORATIVE GRILLE - SEE INT

ELEV. E4/AE448

STAINED TONGUE & GROOVE
WOOD SIDING ON 3/4" PLYWOOD
ON 7/8" FURRING CHANNELS

(1) COURSE CMU

3'-
6"

18
'-6

"

8"

AE512
E5

ACOSUTICAL BAFFLE

22
'-0

"

10
 3/

4"
3'-

6"
3'-

6"
3'-

6"

LEVEL 1
100'-0"

LEVEL 2
115'-0"

Roof 3
146'-0"

LEVEL 3
129'-0"

LOWER LEVEL
86'-0"

G

17
'-0

"
14

'-0
"

15
'-0

"
14

'-0
"

3 COURT
GYMNASIUM

215CORRIDOR
210

JOGGING
TRACK

315

CONCOURSE
100C

NATATORIUM
40

CORRIDOR
10

SPRAY FOAM DECK CELLS SOLID AT TOP OF
WALL LOCATION (TYP.)

GUARDRAIL - SEE TYPICAL DETAIL

5/8" G.B. ON MTL. STUDS - PNTD. (TYP.)

WOOD SPORTS FLOORING ON RECESSED
COMPOSITE METAL DECK

10
'-0

"

ACOUSTICAL LAY-IN CEILING (TYP.)

SEE DETAIL C2/AE512 - SIM

5/8" M.R. G.B. ON  3 5/8" MTL. STUDS

5/8" G.B. ON  3 5/8" MTL. STUDS

SEE DETAIL A2/AE512 - SIM

5/8" G.B. ON  3 5/8" MTL. STUDS - PNTD.

CEILING, ALL EQUIPMENT, PIPING,
ETC., ABOVE CEILING CLOUD TO BE
PAINTED FLAT BLACK (TYP.)

CEILING, ALL EQUIPMENT, PIPING, ETC.,
ABOVE CEILING CLOUD TO BE PAINTED FLAT
BLACK (TYP.)

2'-
8"

LEVEL 1
100'-0"

LEVEL 2
115'-0"

Roof 3
146'-0"

LEVEL 3
129'-0"

LOWER LEVEL
86'-0"
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GYMNASIUM
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SHOWER
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JOGGING
TRACK
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TILE PER FINISH
SCHEDULE (TYP.)

WOOD SPORTS FLOORING ON RECESSED
COMPOSITE ACOUSTICAL DECK

GYM.
STORAGE

215A

CHEMICAL
STORAGE

197

OUTDOOR
STORAGE

40S

OPEN WEB STEEL JOISTS - W/ FIREPROFFING
- PNTD. (TYP.)

STEEL TRACK HANGER - W/
INTUMESCENT PNT.

5/8" G.B. ON  3 5/8" MTL STUDS -
PNTD.

CONCRETE STRUCTURAL WALL - PNTD.
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LEVEL 2
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RACQUETBALL
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4'-
0"

2'-6"

5/8" G.B. ON MTL.
STUDS

ACOUSTICAL LAY-IN
CEILING

6'-
0"

2'-
8"

1'-
4"

RACQUETBALL GLASS W/ GLASS FINS

SEE A1/AE515 FOR DETAIL
@ FLOOR CONNECTION

5/8" G.B. ON 3 5/8" MTL STUDS

G.B. TO EXTEND 4" ABOVE LAY-IN
CEILING HEIGHT (TYP.)

ACOUSTICAL LAY-IN CEILING

LEVEL 1
100'-0"
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115'-0"

Roof 3
146'-0"
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129'-0"

LOWER LEVEL
86'-0"
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5/8" G.B. ON 3 5/8" MTL
STUDS

STEEL CROSS BRACING -
PNTD. (TYP.)

GUARD RAIL (TYP.)

5/8" G.B. ON 3 5/8" MTL
STUDS

ALUMINUM STOREFRONT (TYP.)

8" (NOM.) CMU

1'-0"
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A1
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'-0
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AE512
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LAY-IN CEILING - SEE RCP (TYP.)

CONC. WALL W/ VERTICALLY-
ORIENTED BOARD-FORMED
CONCRETE FINISH (TYP.)

E.O.S.
4"

8" (NOM.) CMU

STEEL TRUSS W/
INTUMESCENT PNT. (TYP.)

METAL DECK - PNTD.

WOOD SPORTS FLOORING
ON RECESSED
COMPOSITE METAL DECK

STEEL CHANNEL BEYOND - PNTD. (TYP.)

LAY-IN CEILING - SEE RCP (TYP.)

PLASTER CEILING - SEE
RCP. (TYP.)
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TRACK
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CEILING, ALL EQUIPMENT, PIPING,
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ETC., ABOVE CEILING CLOUD TO BE
PAINTED FLAT BLACK (TYP.)
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SCALE |  3/8" = 1'-0"AE320

SECTION @ NAT. NORTH WALL 02A2
SCALE |  3/8" = 1'-0"AE320

SECTION @ NATATORIUM EAST WALLA5
SCALE |  3/8" = 1'-0"AE320

SECTION @ NAT. NORTH WALL 03A3
SCALE |  3/8" = 1'-0"AE320

SECTION @ NATATORIUM SOUTH WALLA4

SCALE |  3/8" = 1'-0"AE320

SECTION @ RACQUETBALL COURTSC5

SCALE |  3/8" = 1'-0"AE320

SECTION @ NAT. NORTH WALL 01A1



LEVEL 1
100'-0"

LEVEL 2
115'-0"
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146'-0"

LEVEL 3
129'-0"

LOWER LEVEL
86'-0"

Roof 4
136'-0"
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15
'-0
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14

'-0
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FITNESS
CENTER

235

MAC GYM
55

CORRIDOR
10C

5/8" G.B. ON 3 5/8" MTL. STUDS -
PNTD. (TYP.)

MTL. GUARDRAIL - PNTD. - SEE
TYPCIAL DETAILS (TYP.)

5/8" HIGH IMPACT G.B. ON 3 5/8" MTL.
STUDS - PNTD. (TYP.)

5/8" G.B. ON 3 5/8" MTL. STUDS -
PNTD. (TYP.)

ALUMINUM STOREFRONT SYSTEM
(TYP.)

DASHER BOARD SYSTEM (TYP.)

CEILING CLOUD - 5/8" G.B. ON
SUSPENDED FRAMING - LOW POINT @
10'-0" A.F.F.

TRACK FINISH PER SCHEDULE

CONCOURSE
100D

CONCRETE OVER COMPOSITE
ACOUSTICAL DECK @ MAC

8'-
0"

6'-
0"

8'-
0"

STAINED TONGUE & GROOVE
WOOD SIDING ON 3/4" PLYWOOD
ON 3 5/8" MTL. STUDS (TYP.)

4"

ACOUSTICAL LAY-IN CEILING - HT.
PER RCP

5/8" G.B. ON 3 5/8" MTL. STUDS -
PNTD (TYP.)

STEEL TRUSS W/ INTUMESCENT
PNT. (TYP.)

AE512
B5

1'-8"8"

4'-4"

AE512
C5

STEEL CHANNEL - PNTD.

JOGGING
TRACK

10
'-0
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CEILING, ALL EQUIPMENT, PIPING,
ETC., ABOVE CEILING CLOUD TO BE
PAINTED FLAT BLACK (TYP.)

STEEL BEAM W/ FIREPROOFING

8'-
0"

REVEAL

DASHER BOARD GLAZING (TYP.)
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6"

LEVEL 1
100'-0"

LEVEL 2
115'-0"

Roof 3
146'-0"

LEVEL 3
129'-0"

LOWER LEVEL
86'-0"

Roof 4
136'-0"

U

MAC GYM
55

LOBBY
150

FITNESS
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JOGGING
TRACK
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B1

AE513
C1

AE513
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GENERAL
STORAGE

65

DASHER BOARD INFILL @
GOAL BY DASHER BOARD
MFG.

8" CMU - PNTD.

CONCRETE OVER
COMPOSITE ACOUSTICAL
DECK @ MAC

5/8" G.B. ON 3 5/8" MTL.
STUDS - PNTD. (TYP.)

CEILING CLOUD - 5/8" G.B. ON
SUSPENDED FRAMING

ALUMINUM STOREFRONT

G.B. CEILING - HT. PER RCP

HORIZONTAL CLOSER FOR
RETURN AIR PLENUM

WALL PADS - SEE PLAN

RETURN AIR LOUVER
BEYOND W/ PROTECTIVE
GRILLE - SEE AE551 FOR
DETAIL

CORNER GUARD (TYP.)
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"

LEVEL 1
100'-0"

LEVEL 2
115'-0"

Roof 3
146'-0"

LEVEL 3
129'-0"

LOWER LEVEL
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ROCK
CLIMBING
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G.B.  CEILING - SEE RCP.

1 HR. RATED BUTT GLAZING SYSTEM

CLIMBING WALL FLOOR PAD IN 5 1/2"
RECESSED CONCRETE SLAB - VERIFY
DEPTH WITH CLIMBING WALL MFG.

G.B.  CEILING - SEE RCP.

ROCK
CLIMBING

75 CORRIDOR
220

SUSPENDED G.B.  CEILING - SEE RCP.

5/8" G.B.  ON MTL. STUDS - PNTD.

LAY-IN ACOUSTICAL CEILING

SPANDREL PANEL
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0"
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4"
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0"
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8" CMU - PNTD.
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G.B. TO EXTEND 4" ABOVE LAY-IN
CEILING HEIGHT (TYP.)
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E3

ALLIGN EDGE OF SUSPENDED G.B.
CEILING W/ EDGE OF ALUMINUM
HORIZONTAL FRAME MEMBER - USE
VINYL RIP-BEAD "L" TRIM FOR CLEAN
STRAIGHT EDGE
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CLIMBING
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LOBBY
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BOULDERING WALL BY
CLIMBING WALL MFG.

HORIZONTAL FLOOR COVER BY CLIMBING WALL
MFG. TO MATCH CLIMBING MATERIAL

1 HR RATED ALUMINUM CURTAINWALL SYSTEM

MTL. GUARDRAIL BEYOND

RATED CONCRETE WALL

CLIMBING WALL FLOOR PAD IN
RECESSED CONCRETE SLAB -
VERIFY RECESS DEPTH WITH

CLIMBING WALL MFG.

8'-
0"

5/8" G.B. ON 3 5/8" MTL STUDS

1'-0"

STEEL TUBE - SEE STRUCT. - PNTD.

STEEL BEAM - SEE STRUCT.
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SCALE |  3/8" = 1'-0"AE321

SECTION @ COLUMN LINE 13.5A1
SCALE |  3/8" = 1'-0"AE321

SECTION @ MAC NORTH WALLA2
SCALE |  3/8" = 1'-0"AE321

SECTION @ ROCK CLIMBING EAST WALLA3
SCALE |  3/8" = 1'-0"AE321

SECTION @ ROCK CLIMBING SOUTH WALLA4



LEVEL 1
100'-0"

LEVEL 2
115'-0"

Roof 3
146'-0"

LEVEL 3
129'-0"

LOWER LEVEL
86'-0"

Roof 4
136'-0"

J

STAIR #1
99A

CORRIDOR
10

CORRIDOR
210

JOGGING
TRACK

315

14
'-0

"
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'-0
"
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'-0

"

AE512
D5

STAIR #1
299A

STAIR #1
199A

STAIR #1
399A

(4 
RIS

ER
S)

2'-
4"

CONC. FILLED MTL PAN
STAIRS

MTL. GUARDRAIL AND
HANDRAIL - PNTD.

10
'-0

"

CONC. LANDING ON
STACKED 2" RIDID
INSULATION OR
GRAVEL INFILL

10
'-0

"
10

'-8
"

MTL. GUARDRAIL - PNTD.
(TYP.)

GLASS SMOKE BARRIER

GLASS SMOKE BARRIER

10
'-0

"

MTL. GUARDRAIL - PNTD.
(TYP.)

TYP.

10
'-8

"

5/8" G.B. ON 3 5/8" MTL.
STUDS - PNTD.

AE513
D3

LEVEL 1
100'-0"

LEVEL 2
115'-0"

Roof 3
146'-0"

LEVEL 3
129'-0"

LOWER LEVEL
86'-0"

Roof 4
136'-0"
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STAIR #1
99A

CORRIDOR
210

JOGGING
TRACK

315

CUSTODIAL
10K

17
'-0

"
14

'-0
"

15
'-0

"
14

'-0
"

CONCRETE SLAB ON RIGID
INSULATION OR GRAVEL
INFILL

GUARDRAIL
BEYOND

8" CMU

METAL GUARDRAIL
BEYOND - SEE TYP
DETAILS &
ELEVATIONS

METAL GUARDRAIL
BEYOND

ACOUSTICAL LAY-IN
CEILING

5/8" G.B. ON 3 5/8" MTL
STUDS

GLASS SMOKE BARRIER

STAIR #1
399A

STAIR #1
299A

STAIR #1
199A

CONCOURSE
100C

GROUT CMU SOLID TO TOP OF LANDING

2'-
4"

10
'-0

"
4'-

0"

AE515
B5

5/8" G.B. ON 3 5/8"
MTL. STUDS

LEVEL 1
100'-0"

LEVEL 2
115'-0"

Roof 3
146'-0"

LEVEL 3
129'-0"

LOWER LEVEL
86'-0"

Roof 4
136'-0"

1'-2"

13.5

17
'-0
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14

'-0
"

15
'-0

"
14

'-0
"

MAC GYM
55

MAC GYM
55

WOMEN'S
TOILET

236

FITNESS
CENTER

235

JOGGING
TRACK

315
AE513

A3

CONCRETE OVER COMPOSITE
ACOUSTICAL DECK @ MAC

5/8" G.B. ON 3 5/8" MTL. STUDS - PNTD.

ALUMINUM STOREFRONT

WOOD SIDING ON 3/4" PLYWOOD ON
3 5/8" MTL. STUDS

TONGUE & GROOVE SIDING ON
3/4" PLYWOOD ON 3 5/8" MTL.
STUDS

5/8" G.B. ON 6" MTL. STUDS W/
SOUND BATTS W/ SOUND
SEALANT AT TOP AND BOTTOM
OF WALL (TYP.)

SUSPENDED G.B. CEILING
CLOUD

STEEL TRUSS W/
INTUMESCENT PNT.

8'-
0"

8'-
0"

DASHER BOARD SYSTEM

5/8" G.B. ON 3 5/8" MTL. STUDS -
PNTD.

SLOPED ACOUSTICAL LAY-IN CEILING

STEEL TRUSS W/ INTUMESCENT PNT.

AE512
E4

STEEL BEAM W/ FIREPROOFING

STEEL BEAM W/ FIREPROOFING

WALL SCONCE LIGHT FIXTURE

LEVEL 1
100'-0"

LEVEL 2
115'-0"
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146'-0"

LEVEL 3
129'-0"

LOWER LEVEL
86'-0"
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B3

RACQUETBALL
COURT
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CONCOURSE
100D
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GYMNASIUM

215

QUIET
FITNESS

235A

AE513
C3

13/16" RACQUETBALL PANEL
SYSTEM ON  2 1/2" MTL. STUDS
ON CONCRETE FOUNDATION
WALL - SEE STRUCTURAL DWGS.

WOOD FLOORING ON
RECESSED CONC. SLAB

HIGH IMPACT G.B. CEILING
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'-0

"

FRAMELESS MIRRORS
ON 5/8" G.B. ON 1 5/8"
MTL. STUDS

TERRA COTTA PANELS

EXPOSED BOARD FORMED
CONCRETE WALL - SEE
STRUCTURAL DWGS.

5/8" G.B. CEILING - PNTD.

4" CMU - PNTD.

(2) LAYERS OF 5/8" G.B. ON
3 5/8" MTL. STUDS

JOGGING
TRACK

315

5/8" G.B. ON 3 5/8" MTL.
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CONCRETE WALL - SEE
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INSULATION W/ FLUID APPLIED
WATERPROOFING

LIGHT COVE

LEVEL 1
100'-0"

LEVEL 2
115'-0"

Roof 3
146'-0"

LEVEL 3
129'-0"

LOWER LEVEL
86'-0"

Roof 4
136'-0"

W

MECH LEVEL
83'-0"

W.1

EXERCISE
ROOM 2

265

OUTDOOR
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STORAGE
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OFFICE
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GENERAL
STORAGE

65
MECHANICAL
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B4
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A4

RECESSED FIRE
EXTINGUISHER
CABINET

8" CMU - PNTD.

STEEL BEAM W/ FIREPROOFING
 - SEE STRUCTURAL DWGS.

8'-
8"

5/8" G.B. ON 3 5/8"
MTL. STUDS

(2) LAYERS 5/8" MTL
STUDS W/ SOUND BATTS

8'-
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ALUMINUM STOREFRONT
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DRAINAGE BOARD W/ FLUID
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SCALE |  3/8" = 1'-0"AE322

STAIR #1 SOUTH OPENING SECTIONA1
SCALE |  3/8" = 1'-0"AE322

STAIR #1 WEST OPENING SECTIONA2
SCALE |  3/8" = 1'-0"AE322

MAC/ FITNESS CENTER WEST WALL SECTIONA3
SCALE |  3/8" = 1'-0"AE322

RAQUETBALL/ 3 COURT EAST WALL SECTIONA4
SCALE |  3/8" = 1'-0"AE322

MECH./ EXCERCISE ROOM WALL SECTIONA5



LOWER LEVEL
86'-0"

MECH LEVEL
83'-0"

W.1

(6)
 EQ

UA
L R

ISE
RS

3'-
0"

6'-5 5/8"
(5) 11" TREADS

4'-7" 11"

CONCRETE STAIRS ON RIGID
INSULATION OR GRAVEL INFILL

MTL. GUARDRAIL - PNTD.

3'-
7"

1 1/2" DIA. MTL. HANDRAIL - PNTD.

CONCRETE SLAB ON RIGID INSULATION OR GRAVEL FILL

2'-
10

"

2'-
10

"

THICKENED CONC. SLAB

(TY
P.)5"

1 1/2" DIA. MTL. TOP RAIL - PNTD.

1" DIA. MTL. TUBES - PNTD.

LEVEL 1
100'-0"

LEVEL 2
115'-0"

Roof 3
146'-0"

LEVEL 3
129'-0"

LOWER LEVEL
86'-0"

S

IM OFFICE
6

LOBBY
100 ELEVATOR#1

11E

17
'-0

"
14

'-0
"

15
'-0

"
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"
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A4
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'-4

"
5'-

4"

DECORATIVE
GRILLE W/
BLOCKING AS
REQUIRED

5/8" G.B. ON 6" MTL.
STUDS

2'-8" 1'-0"

5/8" G.B. ON 3 5/8"
MTL. STUDS - SEE
RCP

8" CONC. WALL - SEE
STRUCT. DWGS.

ACOUSTICAL LAY-IN
CEILING - SEE RCP

5" 4"

4" CMU - PNTD.

CONCRETE WALL -
SEE STRUCT. DWGS.

LEVEL 1
100'-0"

LOWER LEVEL
86'-0"

8" (NOM.) CMU

ALUMINUM DOOR & FRAME

GALVANIZED PIT LADDER
BEYOND - PNTD.

4'-8"

14
'-0

"
6'-

0"

PLASTER CEILING

3'-8 3/4"

8" CMU

8'-
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(TY
P. )

1'-
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3" GALV. STL. SUPPORT PLATE
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2 1/2" GALV. STL. PLATE

1" DIA. GALV. STEEL RODS

2'-
6"

4'-
0"

3" GALV. STL. PLATE

BELOW GRADE WALL DRAINAGE
BOARD ON FLUID APPLIED
WATERPROOFING

CONCRETE FOUNDATION WALL

LEVEL 2
115'-0"

Roof 3
146'-0"

LEVEL 3
129'-0"
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JOGGING
TRACK

315

CORRIDOR
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QUIET
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SCALE |  1/4" = 1'-0"AE430

ENLARGED PLAN @ CHANGING ROOMSC2
SCALE |  1/4" = 1'-0"AE430

ENLARGED PLAN @ TOILET ROOMSC1

SCALE |  1/4" = 1'-0"AE430

ENLARGED PLAN @ LOCKER ROOMSA1

SCALE |  1/4" = 1'-0"AE430

ENLARGED FITNESS RESTROOMC5

SCALE |  1/4" = 1'-0"AE430

ENLARGED TOILET PLAND3
SCALE |  1/4" = 1'-0"AE430

ENLARGED TOILET PLAND4

TOILET ACCESSORY SCHEDULE

ACC.
NO. DESCRIPTION

MANU
F. MODEL MOUNTING HEIGHT REMARKS

A1 RECESSED WASTE RECEPTACLE BOBRICK B-3644 SEE MANUF RECOMMENDED HGT
B1 SURFACE MOUNTED SOAP DISPENSER SEE MANUF RECOMMENDED HGT BY OWNER
C1 INDIVIDUAL MIRROR BOBRICK B-290-2048 40" AFF TO BOTTOM
C2 INDIVIDUAL MIRROR BOBRICK B-290-2036 40" AFF TO BOTTOM
C9 CHANNELESS PLATE GLASS MIRROR (FIELD VERIFY) BOBRICK 40" AFF TO BOTTOM

D5 SURFACE MOUNTED SANITARY NAPKIN DISPOSAL BOBRICK B-254 SEE MANUF RECOMMENDED HGT
E1 SURFACE MOUNTED MULTI-ROLL TOILET TISSUE DISPENSER SEE MANUF RECOMMENDED HGT BY OWNER
F1 RECESSED NAPKIN / TAMPON VENDER BOBRICK B-3500 SEE MANUF RECOMMENDED HGT OWNER TO DETERMINE COIN DENOMINATION
G1 1 1/2" DIA STAINLESS STEEL GRAB BAR W/ SNAP FLANGE (BEHIND TOILET) BOBRICK B-6806.99x36 34" A.F.F. TO CENTERLINE 6" WALL TO CENTERLINE OF FIRST SUPPORT
G2 1 1/2" DIA STAINLESS STEEL GRAB BAR W/ SNAP FLANGE (SIDE OF TOILET) BOBRICK B-6806.99x42 34" A.F.F. TO CENTERLINE 12" WALL TO CENTERLINE OF FIRST SUPPORT

G3 1 1/2" DIA STAINLESS STEEL GRAB BAR W/ SNAP FLANGE BOBRICK B-6806.99x18 40" A.F.F. TO BOTTOM 40" WALL TO CENTERLINE
G6 GRAB BAR - TWO WALL (SHOWER APPLICATION) BOBRICK B-6861.99 34" A.F.F. TO CENTERLINE
H1 RECESSED HAND DRYER - TOUCH BUTTON OPERATION BOBRICK B-750 SEE MANUF RECOMMENDED HGT
J1 HEAVY DUTY SHOWER CURTAIN ROD BOBRICK B-6107, B-204-1, B-204-2 7'-0" A.F.F. TO CENTERLINE OF ROD FIELD VERIFY LENGTH OF ROD & NUMBER OF HOOKS
M1 REVERSIBLE SOLID PHENOLIC FOLDING SHOWER SEAT BOBRICK B-5181 SEE MANUF RECOMMENDED HGT

Q2 UTILITY SHELF W/ MOP/BROOM HOLDERS & RAG HOOKS BOBRICK B-224x36" 66" TO TOP OF SHELF
Q3 UTILITY SHELF W/ MOP/BROOM HOLDERS & RAG HOOKS BOBRICK B-224x30" 66" TO TOP OF SHELF
R1 STAINLESS STEEL & DURABLE SWIMSUIT EXTRACTOR SUITMATE SEE MANUF RECOMMENDED HGT
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SCALE |  1/4" = 1'-0"AE431

CREDIT UNION ENLARGED PLANA1

SCALE |  1/4" = 1'-0"AE431

PARTIAL ENLARGED LOWER LEVEL PLAN - STAFFC1
SCALE |  1/4" = 1'-0"AE431

PARTIAL ENLARGED LOWER LEVEL PLAN - TRAINING ROOMC3

SCALE |  1/2" = 1'-0"AE431

SECOND LEVEL ENLARGED PLAN DETAILA5

TOILET ACCESSORY SCHEDULE

ACC.
NO. DESCRIPTION

MANU
F. MODEL MOUNTING HEIGHT REMARKS

A1 RECESSED WASTE RECEPTACLE BOBRICK B-3644 SEE MANUF RECOMMENDED HGT
B1 SURFACE MOUNTED SOAP DISPENSER SEE MANUF RECOMMENDED HGT BY OWNER
C1 INDIVIDUAL MIRROR BOBRICK B-290-2048 40" AFF TO BOTTOM
C2 INDIVIDUAL MIRROR BOBRICK B-290-2036 40" AFF TO BOTTOM
C9 CHANNELESS PLATE GLASS MIRROR (FIELD VERIFY) BOBRICK 40" AFF TO BOTTOM

D5 SURFACE MOUNTED SANITARY NAPKIN DISPOSAL BOBRICK B-254 SEE MANUF RECOMMENDED HGT
E1 SURFACE MOUNTED MULTI-ROLL TOILET TISSUE DISPENSER SEE MANUF RECOMMENDED HGT BY OWNER
F1 RECESSED NAPKIN / TAMPON VENDER BOBRICK B-3500 SEE MANUF RECOMMENDED HGT OWNER TO DETERMINE COIN DENOMINATION
G1 1 1/2" DIA STAINLESS STEEL GRAB BAR W/ SNAP FLANGE (BEHIND TOILET) BOBRICK B-6806.99x36 34" A.F.F. TO CENTERLINE 6" WALL TO CENTERLINE OF FIRST SUPPORT
G2 1 1/2" DIA STAINLESS STEEL GRAB BAR W/ SNAP FLANGE (SIDE OF TOILET) BOBRICK B-6806.99x42 34" A.F.F. TO CENTERLINE 12" WALL TO CENTERLINE OF FIRST SUPPORT

G3 1 1/2" DIA STAINLESS STEEL GRAB BAR W/ SNAP FLANGE BOBRICK B-6806.99x18 40" A.F.F. TO BOTTOM 40" WALL TO CENTERLINE
G6 GRAB BAR - TWO WALL (SHOWER APPLICATION) BOBRICK B-6861.99 34" A.F.F. TO CENTERLINE
H1 RECESSED HAND DRYER - TOUCH BUTTON OPERATION BOBRICK B-750 SEE MANUF RECOMMENDED HGT
J1 HEAVY DUTY SHOWER CURTAIN ROD BOBRICK B-6107, B-204-1, B-204-2 7'-0" A.F.F. TO CENTERLINE OF ROD FIELD VERIFY LENGTH OF ROD & NUMBER OF HOOKS
M1 REVERSIBLE SOLID PHENOLIC FOLDING SHOWER SEAT BOBRICK B-5181 SEE MANUF RECOMMENDED HGT

Q2 UTILITY SHELF W/ MOP/BROOM HOLDERS & RAG HOOKS BOBRICK B-224x36" 66" TO TOP OF SHELF
Q3 UTILITY SHELF W/ MOP/BROOM HOLDERS & RAG HOOKS BOBRICK B-224x30" 66" TO TOP OF SHELF
R1 STAINLESS STEEL & DURABLE SWIMSUIT EXTRACTOR SUITMATE SEE MANUF RECOMMENDED HGT

SCALE |  1/4" = 1'-0"AE431

CREDIT UNION FLOOR PATTERNA3
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SCALE |  1/4" = 1'-0"AE432

PARTIAL ENLARGED LEVEL 2 PLAN OFFICE SUITE / CARDIO CANYONA1

SCALE |  1/4" = 1'-0"AE432

FIRST LEVEL ENLARGED PLAN OUTDOOR RECREATIONC1
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SCALE |  1/4" = 1'-0"AE433

ENLARGED PLAN @ WOMEN'S LOCKER ROOM - ALTERNATE 1C1

SCALE |  1/4" = 1'-0"AE433

ENLARGED PLAN @ MEN'S LOCKER ROOM - ALTERNATE 1A1



LEVEL 1
100'-0"

LOWER LEVEL
86'-0"

N P Q R S T
A3

AE322
A1

AE321

AL-101
FR

AL-101
FRAL-101AL-101AL-113

G.B. - PNT 63

CMU - GF-51

REVEAL JT

FINISH FLOOR

T&G WOOD SIDING

DASHERBOARD SYS

DASHERBOARD SYS GLAZING BEYOND

DUCT PNTD.

G.B. - PNT-60

10
'-0

"

STL TRUSS - PNT

LIGHT FIXT

CMU-GF-51 (TYP.)

CMU-GF-52 (TYP.)

ALIGN WITH
WINDOW FRAME

CMU-GF-52 BASE

G.B. - PNT 63

10
'-0

"

LEVEL 1
100'-0"

LOWER LEVEL
86'-0"

NPQRST
ALIGN FACE OF G.B. RETURN W/
WDW JAMB ANGLE - TYP

FINISH FLOOR

CMU-GF-51

REVEAL JT -
SEE DTL.

PNT-60 ABOVE
AND BELOW
WINDOWS (TYP)

VWC
RECESSED SCOREBOARD -
SEE DETAIL (TYP.) STL TRUSS - PNT

DUCT PNTD.

10
'-0

"

2" S/S CORNER GUARDS

8'-0" 1'-4"

12
'-0

"
3'-

0"

PNT-63 IMAGE 1 IMAGE 2 IMAGE 3 IMAGE 4 IMAGE 6 IMAGE 7 IMAGE 8 IMAGE 9IMAGE 5

CMU-GF-52 BASE

PNT-60 ABOVE AND
BELOW WINDOWS (TYP)

10
'-0

"

7'-10"

REVEAL
REVEAL JT - SEE DTL.

POWERED
FORWARD
FOLDING
B.B. GOAL

AE515
C2

LEVEL 1
100'-0"

LOWER LEVEL
86'-0"

14151617

WALL PADS - 6' HIGH
(CUSTOM RED - SEE SPEC)

STL TRUSS - PNT

LIGHT FIXTURE

REVEAL JT

CMU -GF-51

FINISH FLOOR

10
'-0

"

6'-
8"

2" S/S CORNER GUARD

IMAGE 9 IMAGE 10 IMAGE 11 IMAGE 13IMAGE 12 IMAGE 14

PNT-63
PNT-60 ABOVE
AND BELOW
WINDOWS (TYP)

CMU-GF-52 BASE

VWC

10
'-0

"

REVEAL

POWERED
FORWARD FOLDING
B.B. GOAL

LEVEL 1
100'-0"

LOWER LEVEL
86'-0"

14 15 16 17A2
AE321

WALL PADS - 6' HIGH
(CUSTOM RED - SEE SPEC)

STL TRUSS - PNT

LIGHT FIXT

REVEAL JT

CMU -GF-51

FINISH FLOOR

AL-104 7 THUS

CMU-GF-52 BASE

PNT-63 WALL COLOR AND
RETURNS AT WINDOW
RECESSES (TYP)

PNT-60 ABOVE AND
BELOW WINDOWS (TYP)

PNT-63 WALL COLOR AND
RETURNS AT WINDOW
RECESSES (TYP)

10
'-0

"

DUCT PNTD.

LOWER LEVEL
86'-0"

P Q

HM-107

FINISH CEILING

CMU-GF-51

FINISH FLOOR

G.B. SOFFIT - PNT

CMU STOPS AT GLAZING SYS JAMB

CORRIDOR
10C

6'-
0"

F.E.C.

7'-
4"

LEVEL 1
100'-0"

LOWER LEVEL
86'-0"

2 3 4 5A2
AE320

A3
AE320

A1
AE320

CMU-G-53 BASEFINISH FLOOR

SCORED CMU - GF-50
AL-106 AL-107

FAUX ROCK BARRIER

G.B. - PNT

AL-105

FABRIC DUCT

STL TRUSS - PNT

LIGHT FIXTURE

2" FABRIC WRAPPED
ACOUSTICAL BAFFLES

LEVEL 1
100'-0"

LOWER LEVEL
86'-0"

CDE A5
AE320

MECH LOUVER BEHIND
DECORATIVE GRILLE

CMU-G-53 BASE EWC WITH BOTTLE FILLER (TYP)

OPEN

GLT-15 AT BACK WALL ONLY

STL TRUSS - PNT

FLUSH MOUNTED PACE CLOCK -
ALIGN BOTTOM OF CLOCK WITH
BOTTOM OF MONITORS

SCORED CMU-GF-50

M.R. G.B. - PNT

CEMENTITIOUS FAUX ROCK BARRIER

F

AE448
E4

CL

CL

80'-0"

SIGNAGE PER SIGNAGE
PACKAGE - PROVIDE
BLOCKING

2" FABRIC WRAPPED
ACOUSTICAL BAFFLES

T&G WOOD PANEL WALL SYSTEM

10
'-0

"
12

'-0
"

ALIGN
MULTI-SCREEN WALL MNTD TV

8'-
8"

LEVEL 1
100'-0"

LOWER LEVEL
86'-0"

2345

FINISH FLOOR

STL TRUSS - PNT

EXT GLAZING SYSEXT GLAZING SYS

EXT GLAZING SYS EXT GLAZING SYS EXT GLAZING SYS

FABRIC DUCT

2" FABRIC WRAPPED
ACOUSTICAL BAFFLES

LEVEL 1
100'-0"

LOWER LEVEL
86'-0"

C D E

STL TRUSS - PNT

LIGHT FIXTURE
EXT GLAZING SYS

EXT GLAZING SYSEXT GLAZING SYS

EXT GLAZING SYS

FINISH FLOOR

CEILING FAN

EXT WALL ASS'Y -
PNT

F2" FABRIC WRAPPED
ACOUSTICAL BAFFLES

LOWER LEVEL
86'-0"

VW

AL-112

65 60 EWC WITH BOTTLE FILLER (TYP)

GLT-15 AT BLACK WALL ONLY

FINISH CEILING G.B. SOFFIT - PNT

LIGHT FIXTUREG.B. SOFFIT - PNT

FINISH FLOOR

CMU - GF
A5

AE457

SHEET NUMBER

1

A

B B

C

D

E

A

C

D

E

2 3 4 5

1 2 3 4 5

ISSUED:

MHTN PROJECT NO.

SEAL

DRAWN BY: CHECKED BY:

SHEET NAME

DESCRIPTIONDATENO.

CONTRACTOR TO VERIFY DRAWINGS IN FIELD USE REFLECT LAST
REVISION DATE.

DESCRIPTIONDATENO.

MHTN Architects, Inc.
420 East South Temple
Suite 100
Salt Lake City, Utah 84111
Telephone (801) 595-6700
Telefax (801) 595-6717
www.mhtn.com

622 Emerson, Suite 200
St. Louis, MO 63141
Tel. 314.863.5717
Fax. 314.863.2823
www.hastingschivetta.com

5/
13

/2
01

3 
3:

01
:3

5 
PM

18
36

 E
. B

AL
LI

F 
R

O
AD

SA
LT

 L
AK

E 
C

IT
Y,

 U
TA

H
 8

41
12

C
:\U

se
rs

\m
hi

lm
es

\D
oc

um
en

ts
\_

Pr
oj

ec
ts

\2
99

5.
00

 U
ta

h 
St

ud
en

t C
en

te
r-2

01
2_

m
hi

lm
es

.rv
t

INTERIOR
ELEVATIONS

AE440

ST
U

D
EN

T 
LI

FE
 C

EN
TE

R

U
N

IV
ER

SI
TY

 O
F 

U
TA

H

Author Checker

PROJ 2010562

BID DOCUMENTS
May 15, 2013

SCALE |  1/8" = 1'-0"AE440

MAC GYM WEST INTERIOR ELEVATIONE1

SCALE |  1/8" = 1'-0"AE440

MAC GYM EAST INTERIOR ELEVATIOND1

SCALE |  1/8" = 1'-0"AE440

MAC GYM SOUTH INTERIOR ELEVATIONC1

SCALE |  1/8" = 1'-0"AE440

MAC GYM NORTH INTERIOR ELEVATIONB1

SCALE |  1/4" = 1'-0"AE440

PARTIAL CORRIDOR 10C WEST INTERIOR ELEVATIONA1

SCALE |  1/8" = 1'-0"AE440

NATATORIUM NORTH INTERIOR ELEVATIONE4

SCALE |  1/8" = 1'-0"AE440

NATATORIUM EAST INTERIOR ELEVATIOND4

SCALE |  1/8" = 1'-0"AE440

NATATORIUM SOUTH INTERIOR ELEVATIONC4

SCALE |  1/8" = 1'-0"AE440

NATATORIUM WEST INTERIOR ELEVATIONB4

SCALE |  1/4" = 1'-0"AE440

CLIMB SEATING 75B PARTIAL EAST INTERIOR ELEVATIONA4
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SCALE |  1/8" = 1'-0"AE441

3 COURT GYMNASIUM NORTH INTERIOR ELEVATIONE1

SCALE |  1/8" = 1'-0"AE441

3 COURT GYMNASIUM EAST INTERIOR ELEVATIONB1

SCALE |  1/8" = 1'-0"AE441

3 COURT GYMNASIUM SOUTH INTERIOR ELEVATIOND1

SCALE |  1/8" = 1'-0"AE441

3 COURT GYMNASIUM WEST INTERIOR ELEVATIONA1

SCALE |  1/4" = 1'-0"AE441

CONTROL DESK INT. ELEV. 01C4

SCALE |  1/4" = 1'-0"AE441

CONTROL DESK INT. ELEV. 03B4

SCALE |  1/4" = 1'-0"AE441

CONTROL DESK INT. ELEV. 02A5
SCALE |  1/4" = 1'-0"AE441

CONTROL DESK INT. ELEV. 04A4

SCALE |  1/4" = 1'-0"AE441

QUIET FITNESS EAST INTERIOR ELEVATIONC5

SCALE |  1/4" = 1'-0"AE441

QUIET FITNESS WEST INTERIOR ELEVATIONE5
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PNT-59 SIDE WALLS

1 7/8" 1'-5 3/4" 1'-5 3/4" 1'-5 3/4" 1'-5 3/4" 1'-5 3/4" 1'-5 3/4" 1'-5 3/4" 1'-5 3/4" 1'-5 3/4" 1'-5 3/4" 1'-5 3/4" 1'-5" 1 7/8"

A1

AE457

LEVEL 2
115'-0"

X Y

PNT-60

WALL MNTD TV BRACKET

4'x8' MIRRORS 8'-
8"

8"

7'-
2"

9'-2" 14'-10"
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SCALE |  1/8" = 1'-0"AE442

FITNESS CENTER NORTH (MID ROOM) INTERIOR ELEVATIONC1

SCALE |  1/8" = 1'-0"AE442

FITNESS CENTER EAST INTERIOR ELEVATIONA1

SCALE |  1/8" = 1'-0"AE442

FITNESS CENTER SOUTH INTERIOR ELEVATIOND1

SCALE |  1/8" = 1'-0"AE442

FITNESS CENTER WEST INTERIOR ELEVATIONB1

SCALE |  1/8" = 1'-0"AE442

FITNESS CENTER NORTH INTERIOR ELEVATIONE1

SCALE |  1/4" = 1'-0"AE442

EXERCISE ROOM 1 EAST INTERIOR ELEVATIONE4

SCALE |  1/4" = 1'-0"AE442

EXERCISE ROOM 1 SOUTH INT. ELEV.B5

SCALE |  1/4" = 1'-0"AE442

EXERCISE ROOM 1 WEST INTERIOR ELEVATIONC4



LEVEL 2
115'-0"

13 14 15 16 1713.5 A5
AE322

T&G WOOD SIDING BACK, BENCH, & FRONT OF
BENCH

T&G WOOD SIDING BACK, BENCH, & FRONT OF
BENCH

LIGHT FIXTURES ABOVE
ARCHES, TYP. LIGHT FIXTURES

CORRIDOR
250

PVC CEILING

8'-
0" 8'-

8"

SIGNAGE

STAINED TONGUE &
GROOVE WOOD SIDING
ON 3/4" PLYWOOD ON
5/8" G.B. (BOTH SIDES)
ON 3 5/8" MTL STUDS

RATED HORIZONTAL
SLIDING DOOR ACCESS
DOOR

PNT-57

PNT-59 PNT-58
PNT-59

PNT-57 PNT-57

PNT-58

PNT-57
PNT-67 SOFFIT

PNT-67

PNT-67

A1

AE457

LEVEL 2
115'-0"

1314151617 13.5

GLT-15

EWC WITH BOTTLE FILLER (TYP)

GL-03

LIGHT FIXTURES ABOVE ARCHES, TYP.
LIGHT FIXTURES ABOVE ARCHES, TYP.

LIGHT FIXTURES

8'-
0"8'-

8"

A3
AE515

PNT-67

PNT-57
PNT-58 PNT-59

PNT-57

PNT-58 PNT-59

PNT-57

PNT-57

LEVEL 2
115'-0"

LEVEL 3
129'-0"

1617 A5
AE322

EXERCISE
ROOM 2

265

22 HOOKS

PNT-67

ALIGN WITH WINDOW FRAME

PNT-60

PNT-57 ACCENT WALLWINDOW RECESS
PNT-60 (TYP)

7'-
2"

GB SOFFIT

C.J. REVEAL

HIGH VOLUME LOW VELOCITY FAN

AV CABINET

8'-
8"

CLOCK

PNT-57 SIDE WALLS

A1

AE457

2 1/8" 1'-5" 1'-5" 1'-5" 1'-5" 1'-5" 1'-5" 1'-5" 1'-5" 1'-5" 1'-5" 1'-5" 1'-5" 1'-5" 1'-4 1/4" 2 1/8"

LEVEL 2
115'-0"

LEVEL 3
129'-0"

X Y

PNT-60

MIRRORS

WALL MOUNTED TV BRACKETS

7'-
2"

SLOPED ACOUSTICAL LAY-IN CEILING - SEE REFLECTED CEILING PLAN

8'-
0"

8"

SUSPENDED LIGHT FIXTURES

A4

AE457
A3

AE457

LEVEL 2
115'-0"

XY W.1

PNT-67 (BACK WALL)PNT-67 (BACK WALL) PNT-67 (BACK WALL)

PNT-60

8'-
8"

C.J.

8'-
8"

8'-
8"

COAT HOOKSCOAT HOOKS

C.J.

SLOPED ACOUSTICAL LAY-IN CEILING

8'-
8"

18
'-6

"

3'-
3 3

/4"
3'-

4 5
/8"

C.J. C.J.

1 3/4" 4'-10 1/2" 1 3/4" 1 1/4" 4'-1 5/8" 5'-0" 5'-0" 4'-0 7/8" 1 1/4"
1 1/4"

4'-11 5/8" 5'-0" 4'-10 7/8" 1 1/4"

A3

AE457

A4

AE457

LEVEL 2
115'-0"

LEVEL 3
129'-0"

18 17.9

WINDOW RECESS
PNT-60 (TYP) PNT-68 ACCENT WALL

PNT-67

PNT-60

7'-
2"

GB SOFFIT

C.J. REVEAL

AV CABINET

CLOCK

PNT-68 SIDEWALLS

2 1/8" 1'-6" 1'-6 3/4" 1'-6 3/4" 1'-6 3/4" 1'-6 3/4" 1'-6 3/4" 2 1/8"

A1

AE457

LEVEL 2
115'-0"

LEVEL 3
129'-0"

X Y

PNT-60

MULTI-SCREEN MONITORS
WITH MOUNTS

WALL MNTD TV BRACKET

WALL MNTD TV BRACKET

4'-7 1/4" 9'-5 3/8" 10'-11 5/8" 1'-5 3/4"

5'-
0"

HIGH VOLUME LOW
VELOCITY FAN

SLOPED ACOUSTICAL LAY-IN CEILING

17
'-7

"

7'-
2"

6'-
0"

6'-
0"

LEVEL 2
115'-0"

LEVEL 3
129'-0"

XY

EXERCISE
ROOM 3

285

PNT-60

HIGH VOLUME LOW VELOCITY FAN

SLOPED ACOUSTICAL LAY-IN CEILING
- SEE REFLECTED CEILING PLAN

7'-
2"

SUSPENDED LIGHT FIXTURES

LEVEL 2
115'-0"

15

GL-03

LEVEL 2
115'-0"

V
CEILING MNTD TV BRACKET

7'-
4"

8"

2'-11" 4'-0" 4'-0" 4'-0" 4'-0" 2'-11"

SHEET NUMBER

1

A

B B

C

D

E

A

C

D

E

2 3 4 5

1 2 3 4 5

ISSUED:

MHTN PROJECT NO.

SEAL

DRAWN BY: CHECKED BY:

SHEET NAME

DESCRIPTIONDATENO.

CONTRACTOR TO VERIFY DRAWINGS IN FIELD USE REFLECT LAST
REVISION DATE.

DESCRIPTIONDATENO.

MHTN Architects, Inc.
420 East South Temple
Suite 100
Salt Lake City, Utah 84111
Telephone (801) 595-6700
Telefax (801) 595-6717
www.mhtn.com

622 Emerson, Suite 200
St. Louis, MO 63141
Tel. 314.863.5717
Fax. 314.863.2823
www.hastingschivetta.com

5/
13

/2
01

3 
3:

02
:3

0 
PM

18
36

 E
. B

AL
LI

F 
R

O
AD

SA
LT

 L
AK

E 
C

IT
Y,

 U
TA

H
 8

41
12

C
:\U

se
rs

\m
hi

lm
es

\D
oc

um
en

ts
\_

Pr
oj

ec
ts

\2
99

5.
00

 U
ta

h 
St

ud
en

t C
en

te
r-2

01
2_

m
hi

lm
es

.rv
t

INTERIOR
ELEVATIONS

AE443

ST
U

D
EN

T 
LI

FE
 C

EN
TE

R

U
N

IV
ER

SI
TY

 O
F 

U
TA

H

Author Checker

PROJ 2010562

BID DOCUMENTS
May 15, 2013

SCALE |  1/4" = 1'-0"AE443

CORRIDOR 250 NORTH INTERIOR ELEVATIONE1

SCALE |  1/4" = 1'-0"AE443

CORRIDOR 250 SOUTH INTERIOR ELEVATIOND1

SCALE |  1/4" = 1'-0"AE443

EXERCISE ROOM 2 SOUTH INTERIOR ELEVATIONC1

SCALE |  1/4" = 1'-0"AE443

EXERCISE ROOM 2 WEST INTERIOR ELEVATIONB1

SCALE |  1/4" = 1'-0"AE443

EXERCISE ROOM 2 EAST INTERIOR ELEVATIONC3

SCALE |  1/4" = 1'-0"AE443

EXERCISE ROOM 3 SOUTH INT. ELEV.A3

SCALE |  1/4" = 1'-0"AE443

EXERCISE ROOM 3 WEST INTERIOR ELEVATIONB3

SCALE |  1/4" = 1'-0"AE443

EXERCISE ROOM 3 EASTA1
SCALE |  1/4" = 1'-0"AE443

PT NORTH INTERIOR ELEVATIONA4

SCALE |  1/4" = 1'-0"AE443

PT EAST INTERIOR ELEVATIONB5



LEVEL 1
100'-0"

LEVEL 2
115'-0"

12 A6
AE323

AB CLG CLOUD

G.B. FINISH CEILING

G.B. BULKHEAD - PNT

STL CHANNEL - PNT

GUARDRAIL SYS

CORRIDOR
220

LOBBY
100

5.00°

10 3/4"

PRE-FIN MTL PANEL SYS

3'-
7"

PANEL JOINT - TYP

ALIGN

19
'-4

"

6'-0"

DECORATIVE GRILLE

FIREPLACE

2'-4"

4" 5'-4" 4"

PRECAST CONC SILL

BOARD FORMED CONC

PRECAST CONC HEARTH

AL-119

AE444
D4

PTB

LEVEL 1
100'-0"

LEVEL 2
115'-0"

1312 13.5A4
AE321

STOREFRONT GLAZING SYS

CMU-GF-50

G.B. BULKHEAD - PNT-67

G.B. CEILING - PNT-62
FINISH CEILING

G.B. BULKHEAD RETURNS TO STRUCT -
PNT

PRE-FIN MTL COL ENCL

CURTAIN WALL ASS'Y

CURTAIN WALL ASS'Y

FINISH CEILING

LIGHT FIXTURE

G.B. - PNT

PRE-FIN MTL COL ENCL

PRE-FIN MTL COL ENCL

G.B. BULKHEAD - PNT

STL CHANNEL - PNT

GUARDRAIL

FINISH FLOOR

FINISH FLOOR

MEN'S TOILET
234

CORRIDOR
220

LOBBY
100

AE540
A3

E2

AE616

CMU-GF-52 BASE (TYP)

3 4 5 6 7 8
A1

AE322
FINISH CEILING

G.B. BULKHEAD - PNT-64

FINISH CEILING

PRE-FIN MTL COL ENCL

GLASS SMOKE BARRIER

PRE-FIN MTL COL ENCL

STL STAIR STRINGER - PNT-66

GUARDRAIL PNT-66

CMU-GF-50

FINISH FLOOR

CMU-GF-52 BASE

PHENOLIC LOCKERS ON
CMU-GF-52 BASE

5'-
0"

6'-0"

WOOD BENCH - SEE DETAIL TV W/ WALL BRACKETPT BASEPT

STL STAIR SUPPORTS
- PNT-66

6'-8" G.B.BULKHEAD
ABOVE LOCKERS

LOWER LEVEL
86'-0"

345678 A2
AE320

A3
AE320

A1
AE320

D4B

AE615

FINISH CEILING

CMU - GF-50

FINISH FLOOR

CMU-GF-52 BASE

G.B. BULKHEAD - PNT

EWC

LIGHT FIXTURE

PHENOLIC LOCKERS
ON CMU-GF-52 BASE

GLT-15 AT
BACK WALL ONLY

8'-8" A.F.F.
REVEAL

6'-8" GB
BULKHEAD
ABOVE LOCKERS

LEVEL 2
115'-0"

16
G.B. BULKHEAD RETURNS TO STRUCT ABOVE -
PNT-69 G.B. SOFFIT - PNT-60

48" W FRAMELESS MIRROR

7'-
4"

8"

ALIGN EDGE OF MIRROR W/ EDGE
OF PTN FRAMELESS MIRROR CUT TO

FIT

42" H BALLET BAR &  SUPPORT FRAME -
ALIGN POSTS W/ MIRROR JOINTS

FINISH CEILING W/ KNIFE EDGE
PERIMETER TRIM

7'-
4"

8"

5/8" G.B. ON 3 5/8" STUD
FURRING

WALL BASE

FINISH FLOOR

AUDIO EQ CAB

G.B. - PNT

LIGHT COVES

A3
AE515

LEVEL 2
115'-0"

V

EXCERCISE
ROOM 4

275
EQ EQ

G.B. BULKHEAD RETURNS TO STRUCT ABOVE -
PNT-69

G.B. SOFFIT -
PNT-60

48" W FRAMELESS MIRROR

FINISH CEILING W/ KNIFE EDGE
PERIMETER TRIM

5/8" G.B. ON 3 5/8" STUD
FURRING

WALL BASE

FINISH FLOOR

G.B. - PNT

7'-
4"

8"

LIGHT FIXTURES TOP & BOT

STEEL EXERSIE
TUBE

7'-
6"

3'-3 1/8" 4'-4 7/8"

LIGHT COVES
LEVEL 2

115'-0"

V
G.B. BULKHEAD RETURNS TO STRUCT ABOVE -
PNT-69

G.B. SOFFIT - PNT-60

42" H BALLET BAR &  SUPPORT FRAME

FINISH CEILING W/ KNIFE
EDGE PERIMETER TRIM

WALL BASE

FINISH FLOOR

G.B. - PNT

7'-
4"

8"

G130G130

ADJ. SHELVES

COAT HOOKS

STEEL EXERCISE TUBE

CLOCK

1617

EXCERCISE
ROOM 4

275

G.B. BULKHEAD RETURNS TO STRUCT ABOVE -
PNT-69

G.B. SOFFIT - PNT-60

48" W FRAMELESS MIRRORS

FINISH CEILING W/ KNIFE EDGE
PERIMETER TRIM

MIRRORS ON 5/8" G.B. ON 3
5/8" STUD FURRING

WALL BASE

FINISH FLOOR

G.B. - PNT

8"
7'-

4"

STEEL EXERCISE TUBE

C3
AE514

D3
AE514

LIGHT COVES

AE457
A2

LEVEL 1
100'-0"

A5
AE532Q R S T U

HORIZ SLIDING FIRE
DOOR & POCKET COVER
DOOR

CMU - GF-51

ELEV HOISTWAY OPG

G.B. -
PNT-67

AB CEILING CLOUD

LIGHT FIXTURE ABOVE CLG CLOUDA3
AE540

CMU-GF-52 BASE

MTL PANELS

PRECAST CONC-SILL

BOARD FORMED CONCRETE

PRECAST CONC HEARTH

5'-
0"

4"

2'-4"

3/4" COPPER PIPES

1/2" X 1" ALUMINUM BAR W/ CLEAR BRUSHED
ALUMINUM FINISH

1/4" ALUMINUM CABLE W/ ALUMINUM
TUBE SPACERS

6'-0"

NOTE:  SEE DETAIL A4/AE514

1/2" X 2" ALUMINUM PLATE W/ CLEAR ANODIZED FINISH

LEVEL 3
129'-0"

R S
PNT-67 MTL
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SCALE |  1/4" = 1'-0"AE444

LOBBY 100 SOUTH INTERIOR ELEVATIONC1
SCALE |  1/4" = 1'-0"AE444

LOBBY 100 NORTH INTERIOR ELEVATIONC2

SCALE |  1/4" = 1'-0"AE444

CORRIDOR 10 NORTH INTERIOR ELEVATIONB1

SCALE |  1/4" = 1'-0"AE444

CORRIDOR 10 SOUTH INTERIOR ELEVATIONA1

SCALE |  1/4" = 1'-0"AE444

EXCERCISE ROOM 4 #275 NORTH INTERIOR ELEVATIONE1
SCALE |  1/4" = 1'-0"AE444

EXCERCISE ROOM 4 WEST INT. ELEV.E2
SCALE |  1/4" = 1'-0"AE444

EXCERCISE ROOM 4 EAST INT. ELEV.E4
SCALE |  1/4" = 1'-0"AE444

EXCERCISE ROOM 4 SOUTH INTERIOR ELEVATIONE5

SCALE |  1/4" = 1'-0"AE444

CONCOURSE 100D WEST INTERIOR ELEVATIOND1

SCALE |  1" = 1'-0"AE444

MAIN LOBBY DECORATIVE GRILLED4

SCALE |  1/8" = 1'-0"AE444

3rd LEVEL FITNESS 320 INTERIOR ELEVATIONC4



LEVEL 1
100'-0"

13 14 15 16 17 1813.5 17.9

VESTIBULE
100H

LOBBY
150

LOBBY
100

HM-106

FLOOR ASS'Y - PNT

STL BEAM

G.B. BULKHEAD - PNT

FINISH CEILING

CAST-IN-PLACE CONC WALL - PNT

TRP-100 LED LIGHT BOX

42" W X 112" H TACKBOARD PANELS W/
MAP IMAGE

1'-6"9"

BANNER HOOKS 9'-4" AFF

CMU-GF-52 BASE CMU - GF-50

WOOD SLAT WALL ON 3/4"
PLYWOOD ON 3 5/8" MTL. STUDS

SLOPED WOOD SLAT WALL ON 3/4"
PLYWOOD ON 3 5/8" MTL. STUDS

WOOD VENEER SLATWALL
BULKHEAD

OPEN TO
BEYOND

WOOD VENEER SLATWALL - EXTEND 8" AFF
TO CEILING

3" X 8" FAUX WOOD TRELLIS MEMBER

4" X 12" FAUX WOOD TRELLIS MEMBER

WALL BASE

CASEWORK FRONT PHENOLIC PANELS
WITH PLAM-71 FRONTS WITH 1/2" REVEALS
PNT-69

COUNTERTOP QTZ-76OPEN TO
BEYOND

HORIZ SLIDING FIRE DOOR & POCKET COVER DOOR

G.B. BULKHEAD TO STRUCT ABOVE -
PNT

MONITOR

TOP OF 4" X 12" FAUX WOOD
TRELLIS MEMBERS ANCHORED
TO CROSS MEMBER

6" X 18" FAUX WOOD TRELLIS
MEMBER W/ CONCEALED
ANCHOR @ SOFFIT WALL (TYP.)

CMU - GF-50

STONE LIGHT BOX SURROUND AT DOOR
150

G.B. BULKHEAD TO STRUCT - PNTG.B. CEILING - PNT

4'-
0"

B2
AE540

B3
AE540

TRP-100 LED
LIGHT BOX

6" X 18" FAUX WOOD TRELLIS
MEMBER W/ CONCEALED
ANCHOR @ SOFFIT WALL

TOP OF 4" X 12" FAUX WOOD
TRELLIS MEMBER ANCHORED
TO SOFFIT

THREADED ROD
HANGERS - SEE RCP
FOR LOCATIONS

4" TOP EDGE

LEVEL 1
100'-0"

1415161718 A2
AE321 13.5

1" FILLER

AL-104AL-104AL-104AL-104AL-104AL-104AL-104 HORIZ SLIDING FIRE DOOR

TRANSLUCENT RESIN PANEL
SYSTEM AT DOOR 150

4" X 12" FAUX WOOD TRELLIS
MEMBER

6" X 18" FAUX WOOD TRELLIS
MEMBER

G.B. BULKHEAD TO STRUCT -
PNT

CMU-GF-52 BASE

CMU - GF-50

3" X 8" FAUX WOOD BEAM - INCLUDE
WIRING AND CONNECTIONS
FOR LIGHTING

STL SUPPORT ROD

CUT CANOE OR KAYAK  - OF/OI - SUSPENDED
W/ AIRCRAFT CABLES FROM DECK ABOVE

G.B. CEILING - PNT

G.B. BULKHEAD TO STRUCT ABOVE -
PNT

FINISH FLOOR CMU-GF-51 COLUMN WRAPS

A4

AE454

RECESSED
F.E.C.

WIRE LATERAL SEISMIC BRACING -
BOTH AXIAL DIRECTIONS (TYP.)

TRANSLUCENT
RESIN PANELS

AE540
A1

3'-0" 3'-0" 1'-6" 3'-0" 1'-6"

2'-
6"

5'-
0"

3'-0" 3'-0" 3'-0" 1'-6"
1" FILLER

2'-
6"

1'-
6"

3'-
6"

LIGHT FIXTURE (TYP.)

B2

AE456

LEVEL 1
100'-0"

UV

FINISH FLOOR

WIRE LATERAL SEISMIC
BRACING - BOTH AXIAL
DIRECTIONS (TYP.)

3" X 8" FAUX WOOD BEAM

CUT CANOE OR KAYAK - OF/OI
- SUSPENDED W/ AIRCRAFT
CABLES TO DECK ABOVE

LIGHT FIXT ATTACH TO FAUX WD
BEAM

CMU - PNT

CABINET FINISHED END

COUNTERTOP

5/8" G.B. ON 3/4" PLYWOOD ON MTL. STUDS - PNT

G.B. CEILING - PNT

WOOD VENEER SLATWALL

SLOPING WOOD SLAT CEILING

WOOD VENEER SLATWALL BULKHEAD

1'-
0"

8'-
0"

GLAZED CMU BASE COURSE

STL SUPPORT ROD

LEVEL 1
100'-0"

U V

15
0

3" X 8" FAUX WOOD
TRELLIS MEMBER

4" X 12" FAUX WOOD
TRELLIS MEMBER

6" X 18 FAUX WOOD
TRELLIS MEMBER

G.B. CEILING - PNT

5/8" G.B. ON 3/4"
PLYWOOD ON MTL.
STUDS - PNT

FLOOR ASS'Y - PNT

LIGHT FIXTURE

3" X 8" FAUX WD BM

STL SUPPORT ROD

CABINET FINISHED ENDS

TRANSLUCENT RESIN PANEL
SURROUND AT DOOR 150 BEYOND

FINISH FLOOR

COUNTERTOP

CASEWORK

CONT LIGHT FIXT

WIRE LATERAL SEISMIC
BRACING - BOTH AXIAL
DIRECTIONS (TYP.) J

G.B. BULKHEAD - PNT

SIDE FOLDING GRILLE

COUNTERTOP

WALL BASEPRE-FIN MTL COL
ENCL

GLASS SMOKE BARRIER

TRP-100

A3

AE456

1'-0 5/8"8'-0"1'-0"

4"
1'-

10
"

4"

G.B. BULKHEAD - PNT

SIDE FOLDING GRILL

COUNTERTOP - SPS-77

CMU - GF PLAM-71
PLAM-73
INLAID "U"

TRP-100

1'-0"8'-0"1'-0 5/8"

4"
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SCALE |  1/4" = 1'-0"AE445

LOBBY 150 NORTH INTERIOR ELEVATIONE1

SCALE |  1/4" = 1'-0"AE445

LOBBY 150 SOUTH INTERIOR ELEVATIOND1

SCALE |  1/4" = 1'-0"AE445

LOBBY 150 EAST INTERIOR ELEVATIONC1
SCALE |  1/4" = 1'-0"AE445

LOBBY 150 WEST INTERIOR ELEVATIONC2
SCALE |  1/4" = 1'-0"AE445

ISSUE DESK 21 EAST INT. ELEV.C4
SCALE |  1/4" = 1'-0"AE445

ISSUE DESK 21 SOUTH INT. ELEV.C3

SCALE |  1/4" = 1'-0"AE445

ISSUE DESK 21 INT ELEVB1

SCALE |  1/4" = 1'-0"AE445

ISSUE DESK 21 INT. ELEV.C5

SCALE |  1/4" = 1'-0"AE445

ISSUE DESK 21 INT ELEVB2
SCALE |  1/4" = 1'-0"AE445

COMPUTER 25A WEST INT ELEVB3
SCALE |  1/4" = 1'-0"AE445

LOUNGE 25 & BREAK 25B EAST INT ELEVB5

SCALE |  1/4" = 1'-0"AE445

CHANGING ROOM 25EE5

SCALE |  1/4" = 1'-0"AE445

STAFF 25D SOUTH INT ELEVA1
SCALE |  1/4" = 1'-0"AE445

STAFF 25D EAST INT ELEVA2
SCALE |  1/4" = 1'-0"AE445

STUDY 25C INT ELEVA3
SCALE |  1/4" = 1'-0"AE445

STUDY 25C INT ELEVA4
SCALE |  1/4" = 1'-0"AE445

CHANGING 40C S. INT. ELEV.A5
SCALE |  1/4" = 1'-0"AE445

CHANGING 40C N. INT. ELEV.A6

SCALE |  1/4" = 1'-0"AE445

FIRST AID 40B INT. ELEV.D5

SCALE |  1/4" = 1'-0"AE445

CHANGING 40C E. INT. ELEV.A7

SCALE |  1/4" = 1'-0"AE445

LOUNGE 25 NORTH INT ELEVB4

SCALE |  1/4" = 1'-0"AE445

ISSUE DESK ELEVC6
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SCALE |  1/4" = 1'-0"AE446

WOMEN'S LOCKER 41 EAST INTERIOR ELEVATIONF1

SCALE |  1/4" = 1'-0"AE446

WOMEN'S LOCKER 41 NORTH INT ELEVE1

SCALE |  1/4" = 1'-0"AE446

WOMEN'S LOCKER 41 WEST INTERIOR ELEVATIONF3

SCALE |  1/4" = 1'-0"AE446

WOMEN'S SHOWER 41S WEST INT ELEVE2
SCALE |  1/4" = 1'-0"AE446

WOMEN'S SHWR 41S NORTH INT ELEVE5
SCALE |  1/4" = 1'-0"AE446

WOMEN'S SHOWER 41S EAST INT ELEVE3

SCALE |  1/4" = 1'-0"AE446

WOMEN'S TOILET 41T N INT ELEVC3
SCALE |  1/4" = 1'-0"AE446

WOMEN'S TOILET 41T E INT ELEVC4
SCALE |  1/4" = 1'-0"AE446

WOMEN'S TOILET 41T W INT ELEVC5

SCALE |  1/4" = 1'-0"AE446

MEN'S LOCKER 47 WEST INTERIOR ELEVATIONB1
SCALE |  1/4" = 1'-0"AE446

MEN'S LOCKER 47 EAST INTERIOR ELEVATIONB3

SCALE |  1/4" = 1'-0"AE446

MEN'S LOCKER 47 SOUTH INTERIOR ELEVATIONA1
SCALE |  1/4" = 1'-0"AE446

MEN'S SHOWER 47S EAST INT ELEVA2
SCALE |  1/4" = 1'-0"AE446

MEN'S SHOWER 47S WEST INT ELEVA4

SCALE |  1/4" = 1'-0"AE446

MEN'S TOILET 47T S INT ELEVC1
SCALE |  1/4" = 1'-0"AE446

MEN'S TOILET 47T E INT ELEVC2

SCALE |  1/4" = 1'-0"AE446

MEN'S TOILET 47T WEST INT ELEVD1
SCALE |  1/4" = 1'-0"AE446

ROCK CLIMBING 75 S INT ELEVD2
SCALE |  1/4" = 1'-0"AE446

SERVICE CNTR. 75A N INT ELEVD3
SCALE |  1/4" = 1'-0"AE446

SERVICE CNTR 75A E INT ELEVD4
SCALE |  1/4" = 1'-0"AE446

SERVICE CNTR. 75A S INT ELEVD5

SCALE |  1/4" = 1'-0"AE446

CREDIT UNION DESK FRONTB5

SCALE |  1/4" = 1'-0"AE446

CREDIT UNION DESK BACKB4
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SCALE |  1/4" = 1'-0"AE447

RECEPTION 60 EAST INT ELEVE1
SCALE |  1/4" = 1'-0"AE447

RECEPTION 60 WEST INT ELEVE2
SCALE |  1/4" = 1'-0"AE447

TRAINING ROOM 60A NORTH INT ELEVE3

SCALE |  1/4" = 1'-0"AE447

MEN'S TLT 234 W INT ELEVB1

SCALE |  1/4" = 1'-0"AE447

HYDROTHERAPY 60C W INT ELEVE5

SCALE |  1/4" = 1'-0"AE447

CTRL DESK 155A W INT ELEV 2D2
SCALE |  1/4" = 1'-0"AE447

CONTROL DESK 155A S INT ELEVD3
SCALE |  1/4" = 1'-0"AE447

CTRL DESK 155A W INT ELEVD1
SCALE |  1/4" = 1'-0"AE447

CTRL DESK 155A E INT ELEVD5

SCALE |  1/4" = 1'-0"AE447

WORK 155J S INT ELEVC1
SCALE |  1/4" = 1'-0"AE447

TOILET 155K S INT ELEVC2
SCALE |  1/4" = 1'-0"AE447

LAUNDRY 155L/PREP 155M  W INTERIOR ELEVATIONC3
SCALE |  1/4" = 1'-0"AE447

PREP 155M N INT ELEVC4
SCALE |  1/4" = 1'-0"AE447

LAUNDRY 155L/PREP 155M E INT ELEVC5

SCALE |  1/4" = 1'-0"AE447

MEN'S TOILET 100M N INT ELEVB3
SCALE |  1/4" = 1'-0"AE447

WOMEN'S TOILET 100L S INT ELEVB4

SCALE |  1/4" = 1'-0"AE447

EXAM ROOM 60B E INT ELEVE4

SCALE |  1/4" = 1'-0"AE447

WOMEN'S TOILET 236 W INT ELEVB2

SCALE |  1/4" = 1'-0"AE447

DRINK FNTN. INT. ELEV.A3
SCALE |  1/4" = 1'-0"AE447

WORK ROOM 240D S INT ELEVA1
SCALE |  1/4" = 1'-0"AE447

MASSAGE 240E N INT ELEVA2

SCALE |  1/4" = 1'-0"AE447

TOILET 155K E INT ELEVD6

SCALE |  1/4" = 1'-0"AE447

TOILET 300H ELEVA4
SCALE |  1/4" = 1'-0"AE447

TOILET 300N ELEVA5
SCALE |  1/4" = 1'-0"AE447

CREDIT UNION WEST INTERIOR ELEVATIONA6

SCALE |  1/4" = 1'-0"AE447

CREDIT UNION EAST INTERIOR ELEVATIONB5



LEVEL 3
129'-0"

17

AL-117

2" 3'-0" 3'-0" 3'-0" 3'-0" 1'-6" 7 3/8"

2" 1'-6" 1'-6" 1'-6" 1'-6"

2'-
10

"
1'-

10
"

2'-
0"

LEVEL 3
129'-0"3'-0" 3'-0" 3'-0" 1"

PLAM-70

PLAM-71

BREAK ROOM
350

1'-0" 2'-0" 3'-0" 1'-0" 3'-0" 3'-0"

GARBAGE DISP.
REF BY
OWNER

3'-6" 3'-6" 3'-0" 3'-0" 2"

PLAM-72

SPS-77

PLAM-72

LEVEL 3
129'-0"

5'-0 3/4" 5'-0"

FINISH CEILING

G.B. - PNT

FINISH FLOOR

WALL BASE

CTR.TOP & BACKSPLASH

FILLER - TYP

PLAM-70 2'-6" 2'-6" 2'-6"

1'-
6"

2'-
0"

2'-
6"

LEVEL 3
129'-0"

FINISH FLOOR

WALL BASE

CTR.TOP & BACKSPLASH

G.B. - PNT

FINISH CEILINGFILLER TYP

2'-6" 2'-6"2'-6"

1'-
6"

2'-
0"

2'-
6"

SHELVES W/
QUAD ELEC
OUTLETS FOR
RADIO CHARGING
STATIONS (TYP) -
PLAM-72

OWNER PROVIDED TIME
CLOCK.  ELECT & DATA
FOR CLOCK

LOCKABLE CABINET FOR
SAFE

6'-
6"

2'-0" 3'-0"

3'-
8"

2'-
10

"

PLAM-72

LEVEL 2
115'-0"

13.5

F.E.C.

10" 3'-9 1/2"

8'-
0"

1'-
6 3

/4"

PLAM-70

TOILET
200M

C9
G1 G3

G2
E1

H1

B1

A5
AE320

6"
3"

2 1/2" DIA. ALUMINUM TUBES W/ LIGHT
BRONZE ANODIZED FINISH (TYP.)

VERTICAL 1/2" X 3" ALUMINUM PLATES
W/ CLEAR ANODIZED FINISH (TYP.)

1" X 2" ALUMINUM BARS W/ BRUSHED FINISH (TYP.)

CLOSE ENDS OF PIPE (TYP)
BUILD IN TWO SECTIONS WIDE WITH BUTT JOINT
AND INTERIOR SPLICE CONNECTOR

PROVIDE ANCHOR TABS BEHIND PIPES

STEEL EXERCISE PIPE

WOOD BENCH W/ CUBBIES

8'-
4"

6'-
8"

4" DEEP ALCOVE - GF-

8 9

COMBATIVES
42

WALL HUNG HEAVY BAG  W/ HANGING BRACKET (TYP.)

STEEL EXERCISE PIPE - SEE STRUCTURAL DWGS.
ACOUSTICAL LAY-IN CEILING - SEE RCP PLAN

RACQUETBALL GLASS
WALL W/ GLASS FINS -
HEIGHT AND SIZE BY MFG.

CE
NT

ER
LIN

E O
F P

IPE
7'-

7 1
/4"

CUBBIES - BENCH
8'-

8"

CMU WALL GROUTED
SOLID UP TO 8'-0"

CEILING, ALL EQUIPMENT, PIPING, ETC., ABOVE
CEILING CLOUD TO BE PAINTED FLAT BLACK (TYP.)

SOFFIT COLOR TO
EXTEND UP TO LAY-IN
CEILING HEIGHT (TYP.)

WALL COLOR TO
EXTEND UP TO
LAY-IN CEILING
HEIGHT (TYP.)

89

COMBATIVES
42

7'-
6" STEEL EXERCISE PIPEWOOD BENCH W/ CUBBIES 8'-

8"

CMU WALL GROUTED
SOLID UP TO 8'-0"

SPEED BAG W/ HANGING
BRACKET (TYP.)

LEVEL 1
100'-0"

PQRSTU A3
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A3
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4'-
0"

9'-9 5/8"

CMU-GF-S2 BASE

CMU-GF-50 COLUMN

LEVEL 1
100'-0"
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PLAM-74
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AE551

6'-0"

PLAM-74

PNT-60
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BACK
WALL

C5

AE551

LEVEL 1
100'-0"

C3

AE551 2" DIA. BRUSHED ALUM. PIPE

(3) 3/4" THREADED
RODS - PNT BLACKPLAM-72

PLAM-74

PLAM-72

4'-0"4'-0"

3'-
0"

WALL MNTD. TV
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OWNER

LEVEL 3
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WALL MNTD. TV
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ON WALL - TV BY
OWNER
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SCALE |  1/4" = 1'-0"AE448

WORK ROOM 360 S. INT. ELEV.A1
SCALE |  1/4" = 1'-0"AE448

WORK ROOM 360 W. INT. ELEV.A2
SCALE |  1/4" = 1'-0"AE448

BREAK ROOM 3087 WEST INT. ELEV.A3

SCALE |  1/4" = 1'-0"AE448

STAFF 340F WEST INT ELEVB1
SCALE |  1/4" = 1'-0"AE448

STAFF 340F EAST INT ELEVB2
SCALE |  1/4" = 1'-0"AE448

ISSUE STORAGE 22 CHARGING STATIONB3

SCALE |  1/4" = 1'-0"AE448

PARTIAL ELEV. @ RM. 235 N.A4

SCALE |  1/4" = 1'-0"AE448

TOILET 200M ELEVC1

SCALE |  3/4" = 1'-0"AE448

NATATORIUM DECORATIVE GRILLE ELEVATIONE4
SCALE |  1/4" = 1'-0"AE448

COMBATIVES - EASTE2
SCALE |  1/4" = 1'-0"AE448

COMBATIVES - NORTHE1
SCALE |  1/4" = 1'-0"AE448

COMBATIVES - SOUTHE3

SCALE |  1/4" = 1'-0"AE448

CONCOURSE EAST INTERIOR ELEVATIOND1

SCALE |  1/4" = 1'-0"AE448

CONCOURSE 100C SOUTHC2
SCALE |  1/4" = 1'-0"AE448

C. U. OFFICES W. INT. ELEV.C5

SCALE |  1/4" = 1'-0"AE448

CREDIT UNION OFFICE S. INT. ELV.B4

SCALE |  1/4" = 1'-0"AE448

TELLER INT. ELEV.A5

SCALE |  1/4" = 1'-0"AE448

CREDIT UNION SOUTH INT. ELEV.B5

SCALE |  1/4" = 1'-0"AE448

LOBBY/VENDING 300 EAST ELEVA6
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LEVEL 1
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TRANSLUCENT RESIN PANEL SYSTEM

GLASS WALL AND DOORS
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1"X1" HEAD RECEIVER FOR
FIXED GLASS WALL SYSTEM

LEVEL 2
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2" DIA. WOOD TOP RAIL W/ RECESSED
STEEL SUPPORT

2 1/2"X2 1/2"X1/4" STEEL
PLATES  - PNT-66

2"X2" MTL. MESH W/ MTL.
CHANNEL FRAME - PNT-60

3/4" X 2" STEEL PLATES -
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SCALE |  1/4" = 1'-0"AE449

NATATORIUM BAFFLE TYPE "A"E1

SCALE |  1/4" = 1'-0"AE449

NATATORIUM BAFFLE TYPE "B"D1

SCALE |  1/4" = 1'-0"AE449

NATATORIUM BAFFLE TYPE "C"C1

SCALE |  1/4" = 1'-0"AE449

NATATROIUM BAFFLE TYPE "D"B1

SEE TYPE "A' FOR TYPICAL NOTES AND SUPPORT LOCATIONS

SEE TYPE "A' FOR TYPICAL NOTES AND SUPPORT LOCATIONS

SEE TYPE "A' FOR TYPICAL NOTES AND SUPPORT LOCATIONS

SCALE |  1/2" = 1'-0"AE449

ORP ENTRANCE INTERIOR ELEVATIONA1
SCALE |AE449

NATATORIUM BARRIER WALL 3-D VIEWA3

FREE FORM CEMENTITIOUS
BARRIER
WALL W/ UNDULATING SIDES
AND TOP -
(PLASTER FINISH ON
CEMENTITIOUS BOARD ON
GALV METAL FRAMING)

LENGTH :  MAX 11'-0"
HEIGHT:  BETWEEN 3'-0" - 3'-6"
WIDTH:  BETWEEN 1'-0" - 2'-0"

AVOID ALL FLOOR DRAINS

SCALE |  1/2" = 1'-0"AE449

3 COURT GYM SHAFT ELEVATIONC4

SCALE |  3/4" = 1'-0"AE449

TYPICAL METAL RAILING INTERIOR ELEVATIONA4
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SCALE |  1/8" = 1'-0"AE450

NATATORIUM NORTH - ALTERNATE 1E1

SCALE |  1/4" = 1'-0"AE450

ALT MEN'S LOCKER ROOM - SOUTHD1

SCALE |  1/4" = 1'-0"AE450

ALT MEN'S SHOWER - NORTHC4
SCALE |  1/4" = 1'-0"AE450

ALT MEN'S SHOWER - SOUTHC3
SCALE |  1/4" = 1'-0"AE450

ALT MEN'S TOILET - NORTHC1
SCALE |  1/4" = 1'-0"AE450

ALT MEN'S TOILET - SOUTHC2

SCALE |  1/4" = 1'-0"AE450

WOMEN'S SHOWER EAST - ALT 1A1
SCALE |  1/4" = 1'-0"AE450

WOMEN'S SHOWER WEST - ALT 1A2

SCALE |  1/4" = 1'-0"AE450

WOMENS LOCKER ROOM EAST ALT 1B1
SCALE |  1/4" = 1'-0"AE450

WOMENS LOCKER ROOM WEST - ALT 1B3

SCALE |  1/4" = 1'-0"AE450

WOMEN'S TOILET EAST - ALT 1D4

SCALE |  1/4" = 1'-0"AE450

WOMEN'S TOILET WEST - ALT 1A3
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1 1
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LIGHT BOX
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5".
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SCALE |  1/2" = 1'-0"AE451
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SCALE |  1/2" = 1'-0"AE451
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SCALE |AE451
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SCALE |  1/2" = 1'-0"AE452
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SCALE |  1/2" = 1'-0"AE453
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SCALE |  1/2" = 1'-0"AE453
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GENERAL NOTES:

1. IT IS THE LICENSED OPERATOR'S RESPONSIBILITY TO PROVIDE ALL CONSTRUCTION DOCUMENTS AS MAY BE REQUIRED BY LOCAL
PERMITTING AUTHORITIES, OFTEN REQUIRING THE SERVICES OF A REGISTERED ARCHITECT AND/OR ENGINEER.

2. FRESHENS WILL WORK WITH THE OPERATOR'S ARCHITECT ON A CONSULTING BASIS ONLY.  FRESHENS CANNOT PROVIDE
SIGNED/SEALED CONSTRUCTION DOCUMENTS.

3. IT IS THE LICENSED OPERATOR'S RESPONSIBILITY TO VERIFY COMPLIANCE WITH ALL LOCAL CODES AND ORDINANCES.  ANY
DISCREPANCIES MUST BE IMMEDIATELY BROUGHT TO THE ATTENTION OF FRESHENS.

4. THE LICENSED OPERATOR MUST PROVIDE QUALIFIED CONSTRUCTION TRADES (GC) TO PREPARE THE SPACE TO FRESHENS
REQUIREMENTS INCLUDING (WHERE APPLICABLE), BUT NOT LIMITED TO; DEMOLITION, NEW PARTITIONS, FINISH MATERIALS,
HARDWARE, PLUMBING AND ELECTRICAL ROUGH-INS AND FINAL CONNECTIONS.

5. THE GC SHALL VISIT THE JOB SITE AND BECOME FAMILIAR WITH ALL EXISTING CONDITIONS, INCLUDING VERIFYING ALL
DIMENSIONS AND LOCATIONS OF ALL EXISTING UTILITIES.  ANY DISCREPANCIES OR OMISSIONS  MUST BE IMMEDIATELY BROUGHT
TO THE ATTENTION OF FRESHENS.

6. A PRE-CONSTRUCTION MEETING (OR CONFERENCE CALL) WILL BE SCHEDULED A MINIMUM OF 6 WEEKS PRIOR TO OPENING.
7. A FOLLOW UP MEETING WILL BE SCHEDULED A MINIMUM OF  3 WEEKS PRIOR TO OPENING
8. IT IS THE INTENT THAT THE WORK SHALL BE COMPLETE IN EVERY RESPECT AND THAT ANY MATERIAL OR WORK NOT

SPECIFICALLY MENTIONED OR SHOWN ON THE DRAWINGS BUT NECESSARY TO FULLY COMPLETE THE WORK SHALL BE PROVIDED.
9. THE GC WILL BE RESPONSIBLE FOR OFFLOADING ALL EQUIPMENT.  IF A LOADING DOCK IS NOT AVAILABLE, UPON REQUEST, A

TRUCK WITH LIFT GATE CAN BE PROVIDED.  A PALLET JACK WILL BE REQUIRED TO ASSIST IN OFF-LOADING.
10. UPON RECEIPT, THE EQUIPMENT SHALL BE IMMEDIATELY INSPECTED FOR DAMAGE.   ANY CLAIMS MUST BE FILED WITH

SUPPORTING DOCUMENTATION AND IN ACCORDANCE WITH THE TERMS OF THE CARRIER RESPONSIBLE FOR YOUR DELIVERY.
FAILURE TO DO SO MAY RESULT IN THE CARRIER REFUSING TO HONOR THE CLAIM.

11. UNLESS NOTED OTHERWISE, THE GC IS RESPONSIBLE FOR INSTALLING ALL EQUIPMENT AND MAKING ALL FINAL PLUMBING AND
ELECTRICAL CONNECTIONS.

12. SOME EQUIPMENT MAY ARRIVE IN KNOCK-DOWN CONDITION AND WILL REQUIRE ASSEMBLY BY THE GC.
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REMOTE DRY STORAGE

Freshens
storage

EQUIPMENT SCHEDULE
MARK QTY DESCRIPTION MANUF / MODEL PROPRIETARY FURNISHED INSTALLED

SMOOTHIE EQUIPMENT
11 1 STAINLESS SMOOTHIE TABLE, 32 X 54 EMI-TAMPA PROPRIETARY IBS GC
12 1 DROP-IN 3 WELL COLD PAN ATLAS WCMD-C-3FY PROPRIETARY IBS GC
13 1 STAINLES TABLE WITH  INTEGRAL SINK, 26 X 72 EMI-TAMPA PROPRIETARY IBS GC
14 1 ICE CADDIE CAMBRO ICS1000L IBS GC
15 2 BLENDERS HAMILTON BEACH PROPRIETARY IBS GC
16 1 DIPPERWELL AND FAUCET MASTERBILT OR EQUAL IBS GC
17 1 BLENDER RINSER BLENDTEC IBS GC

CREPE EQUIPMENT
21 1 CREPE WARMER TABLE, 16 X 48 EMI - TAMPA PROPRIETARY IBS GC
22 1 DROP IN WARMER, 4/3 SIZE APW WYOTT HFW-43 PROPRIETARY IBS GC
23 1 CREPE IRON TABLE, 22 X 48 EMI - TAMPA PROPRIETARY IBS GC
24 2 CREPE IRONS KRAMPOUZ CEBIF4 PROPRIETARY IBS GC
25 2 MICROWAVE OVEN PANASONIC NE-1054 IBS GC
26 1 60in. MEGA TOP REFRIGERATOR DELFIELD 4460N-24M PROPRIETARY IBS GC
27 1 CREPE STATION GUARD W/ LIGHTING, 157" CC ENGLISH MFG 112A NO SUB IBS GC

SALAD EQUIPMENT
30 2 SALAD BOWL RACK, 14 X 20 EMI - TAMPA PROPRIETARY IBS GC
31 1 AIR SCREEN - SALAD GREENS FEDERAL RSSM460SC PROPRIETARY IBS GC
32 1 60in. MEGA TOP REFRIGERATOR DELFIELD 4460N-24M PROPRIETARY IBS GC
33 1 SALAD BOWL TABLE, 12 X 42 EMI - TAMPA PROPRIETARY IBS GC
34 1 SALAD FINISHING TABLE, 28 X 42 EMI - TAMPA PROPRIETARY IBS GC
35 1 DROP IN REFRIG COLD PAN ATLAS WCMD-1 IBS GC
36 1 DROP IN PAN ATLAS WIC-1 IBS GC
37 1 SALAD BOWL CRISPING TABLE, 22 X 48 EMI - TAMPA PROPRIETARY IBS GC
38 2 CREPE IRONS KRAMPOUZ CEBIF4 PROPRIETARY IBS GC
39 1 SALAD BOWL FORMING TABLE, 16 X 48 EMI - TAMPA PROPRIETARY IBS GC

SIGN, MENU, GRAPHICS
41A 1 4 PANEL MENU SYSTEM, LCD BRACKET, LIGHTING CORSAIR PROPRIETARY IBS GC
41B 1 5 PANEL MENU SYSTEM, LCD BRACKET, LIGHTING CORSAIR PROPRIETARY IBS GC
41C 2 32" LCD, CREPE VIDEO, SMOOTHIE/YOGURT VIDEO SAMSUNG PROPRIETARY IBS GC
41D 2 20.5 X 33 SINTRA LCD FRAME RESOURCEFUL SOLUTIONS PROPRIETARY IBS GC
41E 7 20.5 X 33 SINTRA MENUS RESOURCEFUL SOLUTIONS PROPRIETARY IBS GC
42 1 SUSPENDED VALANCE (12) 16 FT SLATS, 8" OC EMI - ALPHARETTA PROPRIETARY IBS GC
43 1 COUNTER POP EMI - TAMPA PROPRIETARY IBS GC

44A 1 TOUCH SCREEN HOUSING EMI - TAMPA PROPRIETARY IBS GC
44B 1 21" NUTRITIONAL TOUCH SCREEN DIGITAL VIEW PROPRIETARY IBS GC
45 1 84 X 18 ILLUMINATED SIGN, suspended MARIETTA SIGNS PROPRIETARY IBS GC
46 1 72 x 12 SINTRA HEALTHY EATING BETTER LIVING RESOURCEFUL SOLUTIONS PROPRIETARY IBS GC

SUPPORT EQUIPMENT
51 1 POS SYSTEM TBD TBD TBD
52 1 36" REFRIGERATED DISPLAY CASE TBD TBD GC
53 1 32x60 STAINLESS WORK TABLE TBD TBD GC
54 1 27" UNDERCOUNTER REFRIGERATOR TRUE TUC-27 TBD GC
55 1 COFFEE BREWER TBD TBD GC
56 1 WALL MOUNTED HAND SINK, INTEGRAL SPLASH ADVANCE 7 PS-66 TBD GC
57 2 TRASH RECEPTACLES RUBBERMAID SLIM JIM TBD GC

58A 1 ICE MAKER HOSHIZAKI KM320MAH TBD GC
58B 1 ICE BIN HOSHIZAKI B300 TBD GC
59 2 TWO DOOR REFRIGERATORS TRUE T-49 TBD GC
60 1 TWO DOOR REACH IN FREEZER TRUE T-49F TBD GC
61 1 ONE COMPARTMENT SINK ADVANCE FC-1-1818-18L TBD GC
62 1 THREE COMPARTMENT SINK ADVANCE 93-3-18RL TBD GC

63A 2 STAINLESS SHELF 15 X 105 ADVANCE WS-15-108 TBD GC
63B 2 STAINLESS SHELVES 18 X 108 ADVANCE WS-18-108 TBD GC
64 2 18 X 48 EPOXY SHELVING UNITS ADVANCE EGG 1848 TBD GC
65 1 18 X 36 EPOXY SHELVING UNITS ADVANCE EGG 1836 TBD GC
66 1 DESK AND CHAIR TBD TBD GC
67 CUSTOM COUNTERS, FRESHENS WILL PROVIDE DETAILS MILLWORK FABRICATOR GC GC
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EXERCISE ROOM SHELVINGA1
SCALE |  1 1/2" = 1'-0"AE457

EXERCISE ROOM SHELVING 2A2
SCALE |  1 1/2" = 1'-0"AE457

FITNESS BALL STORAGEA3
SCALE |  1 1/2" = 1'-0"AE457

FITNESS BALL STORAGE 2A4

SCALE |  1 1/2" = 1'-0"AE457

RECEPTION DESK SECTIONA5

SCALE |  1 1/2" = 1'-0"AE457
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DRAINAGE LAYER

PROTECTION COURSEPIPE SIZE VARIES

SINGLE�PLY ROOF
MEMBRANE & FLASHING

PROTECTION BOARD

STEEL DECKING

CAP FLASHING W/ RING
CLAMP

MEMBRANE FLASHING
BOOT

12
" 

M
IN

.

RIGID INSULATION

CONT. VAPOR BARRIER

SEALANT TYP.

3" RIGID INSULATION
(MINERAL FIBER)

METAL PANEL RAIN
SCREEN SYSTEM

CONT. AIR BARRIER

GLASS�MAT GYPSUM
SHEATHING

1/8" PRE�FORMED
ALUMINUM COPING
COLOR BY ARCHITECT

SINGLE�PLY ROOF
MEMBRANE

CEMENTITIOUS
BACKER BOARD

SPLICE AT COPING
JOINTS OVERLAP 6"
WITH TWO BED OF
SEALANT EA. SIDE

1/2" PROTECTION  BOARD

VAPOR BARRIER

COLD FORMED METAL
FRAMING

FASTENING WITH
NEOPRENE GASK.

SEALANT

TERMINATION BAR W/
NEOPRENE GASKET

PRESSURE
TREATED NAILED

SLOPE 1/4"/12"

2"3"

1/4" ALUMINUM ANGLE

2"

1/
2"

2"

SINGLE PLY ROOF MEMBRANE

PROTECTION BOARD

CONT. VAPOR BARRIER

EXTERIOR FINISH
MATERIAL

BATT
INSULATION

 STEEL BEAM WITH
FIREPROOFING

METAL DECKING

RIGID INSULATION

AIR BARRIER

3" RIGID INSULATION

CONTINUOUS BENT PLATE

CEMENTITIOUS
BACKER BOARD

PROTECTION BOARD

FLASHING

2' � 0" 3' � 0" 2' � 0"

3'
 �

 0
"

3"

3"

SECONDARY ROOF DRAIN � SET
EXTENSION SLEEVE 3/4" ABOVE
PRIMARY DRAIN EXTENSION
SLEEVE (SEE PLUMB.)

LINE OF SUMP
LINER  BELOW

PRIMARY ROOF
DRAIN  (SEE PLUMB.)

WALL WHERE OCCURES

1/4":1'�0"
SLOPE

M
IN

2'
�6

"

A3

AE501

3" RIGID INSULATION
(MINERAL FIBER)

TERRACOTTA RAIN
SCREEN SYSTEM

CONT. AIR BARRIER

GLASS�MAT GYPSUM
SHEATHING

1/8" PRE�FORMED
ALUMINUM COPING
COLOR BY ARCHITECT

CEMENTITIOUS
BACKER BOARD

SPLICE AT COPING
JOINTS OVERLAP 6"
WITH TWO BED OF
SEALANT EA. SIDE

1/2" PROTECTION  BOARD

2" RIGID INSULATION

VAPOR BARRIER

COLD FORMED METAL
FRAMING

FASTENING WITH
NEOPRENE GASK.

TERMINATION BAR W/
NEOPRENE GASKET

1/
4"

SINGLE PLY
ROOFING

SEALANT

PRESSURE
TREATED NAILED

SLOPE 1/4"/12"

1/4" ALUMINUM
ANGLE FINISH TO
MATCH COPING

TERRACOTTA
SUPPORT FRAMING

3/
4"

2"

1"3"

2"

1/8" PRE�FORMED
ALUMINUM COPING
COLOR BY ARCHITECT

CEMENTITIOUS
BACKER BOARD

SPLICE AT COPING JOINTS
OVERLAP 6" WITH TWO
BED OF SEALANT EA. SIDE

1/2" PROTECTION  BOARD

2" RIGID INSULATION

VAPOR BARRIER

COLD FORMED METAL
FRAMING

FASTENING WITH
NEOPRENE GASK.

SEALANT

SINGLE PLY ROOFING
MEMBRANE

VERTICAL MULLION
EXTENSION ALIGN WITH
TOP OF HORIZONTAL
MULLION

TERMINATION BAR W/
NEOPRENE GASKET

1/4" ALUMINUM ANGLE
FINISH TO MATCH COPING

3/4" BACKER ROD AND
SEALANT

SPANDREL AT ALUMINUM
CURTAIN WALL SYSTEM

SLOPE 1/4"/12" PRESSURE TREATED NAILER
2"

SHIMMING

2"

METAL PANEL SYSTEM

CONT. AIR BARRIER

GLASS�MAT GYPSUM
SHEATING

STEEL DECKING

ANODIZED ALUMINUM ROOF

STEEL ANGLE

TERMINATION BAR

1/2"

10"

VAPOR BARRIER

PROTECTION BOARD

CONT. SEALANT

ANODIZED ALUMINUM FLASHING

SLOPE
SLOPE

WATERPROOFING MEMBRANE

10 1/2"
NEOPRANE GASK. AND VHB TAPE

WEEP HOLE

RIGID INSULATION
(MINERAL FIBER)

TERRACOTTA RAIN
SCREEN SYSTEM

CONT. AIR BARRIER

1/8" PRE�FORMED
ALUMINUM COPING
COLOR BY ARCHITECT SPLICE AT COPING

JOINTS OVERLAP 6"
WITH TWO BED OF
SEALANT EA. SIDE

1/2" PROTECTION  BOARD

2" RIGID INSULATION

VAPOR BARRIER

CONCRETE WALL

FASTENING WITH
NEOPRENE GASK.

TERMINATION BAR W/
NEOPRENE GASKET

SINGLE PLY
ROOFING

SEALANT

PRESSURE
TREATED NAILED

SLOPE 1/4"/12"

1/4" ALUMINUM
ANGLE FINISH TO
MATCH COPING

TERRACOTTA
SUPPORT FRAMING

1"

5"

3/
4"

2"

1' � 0"

2"

2"

CONT. SEALANT

RIGID INSULATION
(MINERAL FIBER)

CONT. AIR BARRIER

1/8" PRE�FORMED
ALUMINUM COPING
COLOR BY ARCHITECT SPLICE AT COPING

JOINTS OVERLAP 6"
WITH TWO BED OF
SEALANT EA. SIDE

1/2" PROTECTION  BOARD

2" RIGID INSULATION

VAPOR BARRIER

CONCRETE WALL

FASTENING WITH
NEOPRENE GASK.

TERMINATION BAR W/
NEOPRENE GASKET

SINGLE PLY
ROOFING

SEALANT

PRESSURE
TREATED NAILED

SLOPE 1/4"/12"

1/4" ALUMINUM
ANGLE FINISH TO
MATCH COPING

5"

PER SCHEDULE

2"

METAL PANEL RAIN
SCREEN SYSTEM

2"

2"

RIGID INSULATION
(MINERAL FIBER)

TERRACOTTA RAIN
SCREEN SYSTEM

GYPSUM BOARD

3 1/2" SPRAY ON
INSULATION

CONCRETE WALL

3 5/8 STUD METAL
FRAMING

8GA. ALUMINUM
ANGLE � FINISH TO
MATCH COPING

TERRACOTTA
SUPPORT FRAMING

1"5"

1/
4"

1"

3 5/8 STUD METAL
FRAMING

ZEE CLIP

GYPSUM BOARD

CAULKING TYP.

1/2"

CONT. FLUID APPLIED
AIR BARRIER

FLASHING

CONT. SEALANT

RIGID INSULATION

COLD FORMED FRAMING

GLASS�MAT GYPSUM
SHEATING

STEEL BEAM W/ FIRE
PROOFING

STEEL DECKING

SINGLE PLY ROOFING

STEEL ANGLE

PROTECTION BOARD

VAPOR BARRIER OVERLAP
OVER AIR BARRIER

CONT. AIR BARRIER

METAL PANEL SYSTEM

DRIP EDGE TO MATCH
METAL PANEL

PRESSURE TREATED NAILER

CONT. SEALANT

1/
4"

1 
1/

2"

TERMINATION BAR

ANODIZED ALUMINUM FLASHING

VHB TAPE

RIGID INSULATION
(MINERAL FIBER)

METAL PANEL RAIN
SCREEN SYSTEM

CONT. AIR BARRIER

GLASS�MAT GYPSUM
SHEATHING

1/8" PRE�FORMED
ALUMINUM COPING
COLOR BY ARCHITECT

SPLICE AT COPING
JOINTS OVERLAP 6"
WITH TWO BED OF
SEALANT EA. SIDE

COLD FORMED METAL
FRAMING

CONT. SEALANT
TYP.

PRESSURE
TREATED NAILEDSLOPE 1/4"/12"

2"3"

1/4" ALUMINUM ANGLE

2"

1/
2"1/

2"

TERRACOTTA RAIN
SCREEN SYSTEM

CONT. AIR BARRIER

WATERPROOFING
MEMBRANE

3" 1"

2"

8"
 M

IN
.

TERMINATION BAR

RIGID INSULATION
(MINERAL FIBER)

METAL PANEL RAIN
SCREEN SYSTEM

CONT. AIR BARRIER

GLASS�MAT GYPSUM
SHEATHING

1/8" PRE�FORMED
ALUMINUM COPING
COLOR BY ARCHITECT

SPLICE AT COPING
JOINTS OVERLAP 6"
WITH TWO BED OF
SEALANT EA. SIDE

COLD FORMED METAL
FRAMING

TERMINATION BAR

PRESSURE
TREATED NAILED

2"3"

1/4" ALUMINUM ANGLE

2"

1/
2"

TERRACOTTA RAIN
SCREEN SYSTEM

CONT. AIR BARRIER

WATERPROOFING
MEMBRANE
W/ TERMINATION BAR

SLOPE 1/4"/12"

.

.

.

PROTECTION
BOARD

.

3" 1"

2"

8"
8"
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SCALE:  1 1/2" = 1'�0"
A5

DETAIL

SCALE:  1 1/2" = 1'�0"
A4

DETAIL

SCALE:  3" = 1'�0"
A3

DETAIL

SCALE:  1 1/2" = 1'�0"
A2

DETAIL

SCALE:  1 1/2" = 1'�0"
A1

DETAIL

SCALE:  3" = 1'�0"
D3

DETAIL

SCALE:  3" = 1'�0"
B1

DETAIL

SCALE:  3/4" = 1'�0"
C1

DETAIL

SCALE:  3" = 1'�0"
E3

DETAIL

SCALE:  3" = 1'�0"
E1

DETAIL

SCALE:  3" = 1'�0"
B5

DETAIL

SCALE:  3" = 1'�0"
D5

DETAIL

SCALE:  3" = 1'�0"
E5

DETAIL

SCALE:  3" = 1'�0"
D1

DETAIL

SCALE:  3" = 1'�0"
C5

DETAIL

SCALE:  3" = 1'�0"
B4
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SCALE:  3" = 1'�0"
B2

DETAIL



INSULATION

8" METAL STUD FRAMING

5/8" GYPSUM BOARD

1/2" GLASS�MAT GYPSUM
SHEATHING

CONTINUOUS AIR
BARRIER

CURTAIN WALL

CONT. SEALANT

ALUMINUM TRIM

VAPOR RETARDER

METAL PANEL SYSTEM

3" RIGID INSULATION
(MINERAL WOOL)

1/
2"

1 
1/

2"

ALUMINUM SILL TO MATCH
METAL PANEL

SILICONE FLASHING
GLAZED IN

MULLION EXTENSION

3"

RIGID INSULATION
(MINERAL WOOL)

METAL PANEL ATTACH TO
STUD THROUGH INSULATION
WITH ZEE CLIP TYP.

GLASS�MAT GYPSUM
SHEATHING

CONT. AIR BARRIER

BATT INSULATION

1/2" COMPOSITE METAL PANEL

WEEP HOLES AT HORIZONTAL
REVEAL AT TOP PANELS PER
MANUFACTURER . REQ.

CONTINUOUS VAPOR
RETARDER

METAL PANEL SYSTEM

SCHEDULE WALL

1/
2"

1'
�0

"

REVEAL

RIGID INSULATION
(MINERAL FIBER)

'Z' CHANNEL

PANEL ATTACHMENT
THROUGH RIGID
INSULATION INTO
WALL STRUCTURE
WITH Z�CLIPS TYP.

1/2" 1'�0"

FLUID APPLIED
AIR BARRIER

CONCRETE SLAB � RE:
STRUCTURAL

ALUMINUM FLASHING,
GLAZED IN AND SEALED TO
WATERPROOFING

ALUMINUM CURTAIN WALL
WINDOW SYSTEM

STEEL BEAM AND COLUMN � RE:
STRUCTURAL COVER WITH
SPRAY�ON FIREPROOFING

PAVER TO BE SET 1/2" BELOW
THIRD FLOOR SLAB

SILICONE FLASHING GLAZED IN

HOT FLUID APPLIED WATER
PROOFING

DRAINAGE LAYER

HIGH DENSITY RIGID
INSULATION

PROTECTION COURSE

PEDESTAL

CONT. SEALANT

1/
2"

DOOR PER SCHEDULE

CONTINUOUS SEALANT

HOT FLUID APPLIED  WATER PROOFING

DRAINAGE BOARD

CONCRETE SLAB ON METAL
DECK PRE STRUCT.

STRUCTURAL BEAM PER STRUCT.

FIRE PROOFING

HIGH DENSITY RIGID INSULATION

WEEP HOLES AT 12" O.C.

TOPING CONCRETE SLAB

SLOPE

HOT FLUID APPLIED  WATER PROOFING

SILICONE FLASHING
EXPANSION JOINT

PROTECTION LAYER

TRESHOLD ON A SILICONE BED

METAL STUD FRAMING

BATT INSULATION

EXTERIOR GYPSUM
SHEATHING

CONT. AIR BARRIER

3" RIGID INSULATION
(MINERAL FIBER)

METAL PANEL SYSTEM

METAL STUD CEILING
FRAMING

DRIP EDGE

WEEP HOLE 5"

L. LEVEL
86' � 0"

2 1/2" RIGID INSULATION

BACKER ROD AND SEALANT TYP.

CONCRETE WALL

METAL PANEL  SOFFIT

1/
2"

CONCRETE SLAB ON GRADE

SLOPE

FLUID APPLIED
WATER PROOFING

DRAINAGE BOARD

2" RIGID INSULATION

GRAVEL

FLASHING

EXPANSION JOINT

WEEP HOLES

3" RIGID INSULATION

CONT. SEALANT TYP.

METAL PANEL  SOFFIT

TERRACOTTA RAIN
SCREEN SYSTEM

CONT. AIR BARRIER

CONT. METAL FLASHING

CONT. SEALANT TYP.

DRIP EDGE

GLASS�MAT GYPSUM
SHEATHING

TERRACOTTA SUPPORT

1/2"

1/
4"

8 GA ALUMINUM ANGLE�
FINISH TO MATCH COPING

COLD FORMED FRAMING

BATT INSULATION

3" RIGID INSULATION

GLASS�MAT GYPSUM
SHEATHING

BATT INSULATION

COLD FORMED FRAMING

COMPOSITE METAL
PANEL  SOFFIT

1/2"

TERRACOTTA RAIN
SCREEN SYSTEM

RIGID INSULATION

FLUID APPLIED AIR
BARRIER

VAPOR RETARDER

ALIGN

3" RIGID INSULATION
(MINERAL WOOL)

FLUID APPLIED CONT.
AIR BARRIER

CURTAIN WALL GUARDRAIL
BELOW TOP RAIL

BATT INSULATION

8"  COLD FORMED
FRAMING

GLASS�MAT GYPSUM
SHEATHING

COMPOSITE METAL PANEL

CORNER ALIGN WITH
PANEL CORNER BELOW

1' � 0"

TUBE POST BELOW
TOP RAIL

TUBE POST BELOW
TOP RAIL

RIGID INSULATION
(MINERAL WOOL)

METAL PANEL ATTACH TO
STUD THROUGH INSULATION
WITH ZEE CLIP TYP.

GLASS�MAT GYPSUM
SHEATHING

CONT. AIR BARRIER

BATT INSULATION

1 1/2"

COMPOSITE METAL PANEL

COMPOSITE METAL
PANEL PLATE

CONTINUOUS VAPOR
RETARDER

GALVANIZED CRATE

GALVANIZED CRATE
FRAME EMBEDED ON
CONCRETE

CONCRETE WALL

CHAMFER
3/4"

3/
4"

GALVANIZED CRATE

GALVANIZED CRATE
FRAME EMBEDED ON
CONCRETE

CONCRETE WALL

CONCRETE WALL

GLASS�MAT GYPSUM
SHEATHING

2" RIGID INSULATION
(MINERAL FIBER)

METAL PANEL SYSTEM

COULD FORMED METAL
FRAMING

1/2"

CONT. FLUID APPLIED
AIR BARRIER

ZEE CLIP

METAL STUD

GYPSUM BOARD

CONT. SEALANT

1" INSULATED GLASS

ALUMINUM SKYLIGHT SYSTEM

ALUMINUM
CLOSURE GLAZED IN

TERMINATION BAR

SKYLIGHT ANCHORAGE

ALUMINUM TRIM

VAPOR RETARDER

VAPOR BARRIER

RIGID INSULATION

CEMENTITIOUS  BOARD

PROTECTION BOARD

SILICONE FLASHING GLAZED IN

SINGLE PLY ROOF MEMBRANE

CONT. SEALANT TYP.

INSULATION

CONDENSATION GUTTER

1" INSULATED GLASS

ALUMINUM SKYLIGHT
SYSTEM

ALUMINUM
CLOSURE GLAZED IN

TERMINATION BAR

ALUMINUM TRIM

VAPOR RETARDER

VAPOR BARRIER

RIGID INSUALTION

CEMENTITIOUS  BOARD

PROTECTION BOARD

SINGLE PLY ROOF MEMBRANE

SILICONE FLASHING GLAZED IN

INSULATION

CONT. SEALANT TYP.

CONDENSATION GUTTER

1" INSULATED GLASS

ALUMINUM SKYLIGHT SYSTEM

ALUMINUM  CLOSURE

TERMINATION BAR

SKYLIGHT ANCHORAGE

ALUMINUM TRIM

VAPOR RETARDER

VAPOR BARRIER

RIGID INSULATION

CEMENTITIOUS  BOARD

PROTECTION BOARD

SILICONE FLASHING GLAZED IN

SINGLE PLY ROOF MEMBRANE

CONT. SEALANT TYP.

INSULATION

CONDENSATION GUTTER

ALUMINUM TRIM

GYPSUM BOARD

CONT. SEALANT

RIGID INSULATION
(MINERAL WOOL)

METAL PANEL ATTACH TO
STUD THROUGH INSULATION
WITH ZEE CLIP TYP.

GLASS�MAT GYPSUM
SHEATHING

CONT. AIR BARRIER

BATT INSULATION

1/2" FOLDING COMPOSITE
METAL PANEL

COMPOSITE METAL
PANEL PLATE

CONTINUOUS VAPOR
RETARDER

RIGID INSULATION
(MINERAL WOOL)

GLASS�MAT GYPSUM
SHEATHING

CONT. AIR BARRIER

BATT INSULATION

COMPOSITE METAL PANEL

METAL PANEL FASTENED
WITH OUT REVEAL

CONTINUOUS VAPOR
RETARDER

1/
2"

1/
2"

GFRC COLUMN WRAP

STEEL COLUMN

FIRE PROOFING

METAL FRAMING BY COLUMN
WRAP MANUFATURER

BLOCKING AS REQUIRED

BASEPLATE W/
CHAMFER CORNER

GRID

GRID

E3

AE502

2'
 �

 0
"

1/
2"

2' � 0"

GRID

CONCRETE BASE

GFRC COLUMN WRAP

JOINT SEALANT

ALIGN

CONCRETE BASE

GFRC COLUMN WRAP

JOINT SEALANT TYP.

EASE EDGE

1/
2"

1/
2"

STEEL COLUMN
REF. TO STRUCT.

FIRE PROOFING

CONPOSITE METAL
SOFFIT

RIGID INSULATION

SPRAY ON INSULATION

CONT. AIR BARRIER

GLASS�MAT GYPSUM
SHEATHING

GRID

FLASHING

CONT. AIR BARRIER

1/2" GLASS�MAT
GYPSUM SHEATHING

RIGID INSULATION
(MINERAL WOOL)

TERRACOTTA
RAINSCREEN SYSTEM

1 1/8"

ALUMINUM EDGE

ROOFING MEMBRANE

RIGID INSULATION

PROTECTION BOARD

VAPOR BARRIER

COLD FORMED METAL
FRAMING

BATT INSULATION

3" RIGID INSULATION

GLASS�MAT GYPSUM
SHEATHING

BATT INSULATION

COLD FORMED FRAMING

COMPOSITE METAL
PANEL  SOFFIT

RIGID INSULATION

FLUID APPLIED AIR
BARRIER

VAPOR RETARDER

SPRAY ON INSULATION

COMPOSITE METAL
PANEL

CONCRETE WALL
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SCALE:  3" = 1'�0"
A5

DETAIL

SCALE:  3" = 1'�0"
A3

METAL PANEL REVEAL

SCALE:  3" = 1'�0"
A2

DETAIL

SCALE:  1 1/2" = 1'�0"
A1

DETAIL

SCALE:  1 1/2" = 1'�0"
B4

DETAIL

SCALE:  3" = 1'�0"
B2

DETAIL

SCALE:  3" = 1'�0"
C2

DETAIL

SCALE:  3" = 1'�0"
D5

DETAIL

SCALE:  3" = 1'�0"
D4

DETAIL

SCALE:  3" = 1'�0"
E5

DETAIL

SCALE:  3" = 1'�0"
A4

TYP. DIAGONAL REVEAL

SCALE:  3" = 1'�0"
E1

DETAIL

SCALE:  3" = 1'�0"
D1

DETAIL

SCALE:  3" = 1'�0"
D3

DETAIL

SCALE:  3" = 1'�0"
C3

SKYLIGHT SILL

SCALE:  3" = 1'�0"
C4

SKYLIGHT JAMB

SCALE:  3" = 1'�0"
C5

SKYLIGHT HEAD

SCALE:  3" = 1'�0"
C1

DETAIL

SCALE:  3" = 1'�0"
B1

DETAIL

SCALE:  1 1/2" = 1'�0"
D2

DETAIL

SCALE:  1 1/2" = 1'�0"
E2

DETAIL

SCALE:  1 1/2" = 1'�0"
E3

DETAIL

SCALE:  3" = 1'�0"
B3

DETAIL

SCALE:  3" = 1'�0"
E4

DETAIL



LIGHT HOUSING SEE ELECTRICAL

THREE LAYERS LAMINATED GLASS
WITH FROSTED FILM

STAINLESS STEEL
CANOPY SUPPORT

STAINLESS STEEL
GLASS SUPPORT

4' � 10"8"

8"

THREE LAYERS LAMINATED GLASS
WITH FROSTED FILM

STAINLESS STEEL GLASS SUPPORT

STAINLESS STEEL GLASS SUPPORT

94
.8

°

98
.7

°

3 1/4"

85.2°

3"

2' � 6 1/4"

2' � 6 1/4"

2 3/4" 7 1/4"

CUSTOM DIRECTIONAL LOUVER

SLAINLESS STEEL
BRACKET

L.6

ANODIZED ALUMINUM FLASHING,
GLAZED IN AND SEALED TO ROOF
MEMBRANE

ALUMINUM CURTAIN WALL
WINDOW SYSTEM

SILICONE FLASHING GLAZED IN

RIGID INSULATION

PROTECTION BOARD

FLUID APPLIED AIR BARRIER

6" COLD FORMED FRAMING

COMPOSITE METAL PANEL

VAPOR RETARDER

GLAZING AS SCHEDULED

FLUID APPLIED AIR BARRIER

STRUCTURAL BEAM

BATT INSULATION

RIGID INSULATION

PROTECTION BOARD

ANODIZED ALUMINUM ROOF
OVER WATERPROOF MEMBRANE

1817.9

3" RIGID INSULATION
(MINERAL WOOL)

BATT INSULATION

CONT. FLUID APPLIED
AIR BARRIER

8" COLD FORMED
FRAMING

GLASS�MAT GYPSUM
SHEATHING

SLOPED FACE
COMPOSITE METAL
PANEL

5"

1/2"

2"
3"

1'
 �
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"
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2"
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TERRACOTTA RAIN
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1 
1/

4"

GLASS CANOPY

SUPPORT BRACING

CANOPY SUPPORT

10
 1

/2
"

8 
5/

8"

A2

AE503

STAINLESS STEEL
CANOPY SUPPORT

SINGLE�PLY ROOF
MEMBRANE & FLASHING

PROTECTION BOARD

STEEL DECKING

CAP FLASHING W/ RING
CLAMP

MEMBRANE FLASHING
BOOT

12
" 

M
IN

.

RIGID INSULATION

CONT. VAPOR BARRIER

SEALANT TYP.

CONT. SEALANT

PRE�FORMED
ALUMINUM COPING
MATCH METAL PANELSPLICE AT COPING JOINTS

OVERLAP 6" WITH TWO
BED OF SEALANT EA. SIDE

1/2" PROTECTION  BOARD

CLOSE CELL SPRAY ON
INSULATION

COLD FORMED METAL
FRAMING

FASTENING WITH
NEOPRENE GASK.

SEALANT

SINGLE PLY ROOFING
MEMBRANE

VERTICAL MULLION
EXTENSION ALIGN WITH
TOP OF HORIZONTAL
MULLION

TERMINATION BAR W/
NEOPRENE GASKET

1/4" ALUMINUM ANGLE
FINISH TO MATCH COPING

3/4" BACKER ROD AND
SEALANT

SCHEDULED GLAZING

SLOPE 1/4"/12"

COMPOSITE METAL PANEL�
MATCH EXTERIOR PANEL
COLOR � LOCATE VERTICAL
SEAMS BEHIND MULLION

SHIMMING

COMPOSITE METAL PANEL

CONT. AIR BARRIER

2"

STRUCTURAL BEAM
WITH FIRE PROOFING

2"

CEILING SOFFIT

CURTAIN WALL ANCHOR
ATTACHED TO BACK OF
THE MULLION

MOTORIZED WINDOW
SHADE

CONT. VAPOR BARRIER

COMPOSITE METAL
PANEL BEYOND

ALUMINUM ANGLE DRIP
EDGE

1/2" PROTECTION  BOARD

STEEL BEAM

FASTENING WITH
NEOPRENE GASK.

SEALANT

ANODIZED ALUMINUM
ROOFING

MINIMUM SLOPE 1/4"/12"

COMPOSITE METAL PANEL

RIGID INSULATION (MINERAL WOOL)

SEALANT

DRAINAGE PIPE AT
PLANTER SIDE

HIGH DENSITY RIGID
INSULATION

METAL DECK

8"
 M

IN
.

1' � 5"

LEVEL 1
100' � 0"

17.9

RIGID INSULATION
(MINERAL FIBER)

TERRACOTTA
RAINSCREEN SYSTEM

S.S. FLASHING

TERRACOTTA
SUPPORT FRAMING

WATERPROOFING

5 
3/

4"

TOPPING SLAB

CONCRETE WALL

CONCRETE SLAB ON
METAL DECK

SPRAY ON INSULATION

GYPSUM BOARD ON OVER
METAL STUD

3 5/8"1"7"

FLUID APPLIED AIR
BARRIER

COUNTER FLASHING

CONCRETE HAUNCH

SLAB ON GRADE

FLUID APPLIED
WATERPROOFING

DRAINAGE BOARD

RIGID INSULATION (EPX)

GRAVEL

3/4" CHAMFER

7"

LEVEL 1
100'�0"

RIGID INSULATION
(MINERAL FIBER)

S.S. FLASHING

CONCRETE WALL

CONCRETE SLAB
WHERE OCCUR

FLUID APPLIED AIR
BARRIER

COUNTER FLASHING

CONCRETE HAUNCH

SOIL

FLUID APPLIED
WATERPROOFING

DRAINAGE BOARD

RIGID INSULATION (EPX)

GRAVEL

3/4" CHAMFER

COMPOSITE METAL
PANEL

1/
2"

6"

8"
 M

IN
.

PER STRUCTURE

7"

ROOF 3
153' � 0"

B

SINGLE�PLY ROOF
MEMBRANE & FLASHING

PROTECTION
BOARD

STEEL DECKING

CAP FLASHING W/
RING CLAMP

MEMBRANE
FLASHING BOOT

12
" 

M
IN

.

RIGID INSULATION

CONT. VAPOR
BARRIER

SEALANT TYP.
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ROOF TRUSS
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LEVEL 1
100'�0"

SOIL

FLUID APPLIED
WATERPROOFING

DRAINAGE BOARD

RIGID INSULATION
(EPX)

GRAVEL

BOARD FORMED
CONCRETE WALL

SLOPE

4"

SPRAY ON
INSULATION

TERMINATION BAR

TERRACOTTA
RAINSCREEN SYSTEM

RIGID INSULATION
(MINERAL WOOL)

CONT. AIR BARRIER

CORNER REINFORCEMENT

SUPPORT SYSTEM

1/4" QUIRT MITER

SCHEDULED WALLV
A

R
IE

S

RAILING WHERE OCCURS

CONCRETE SLAB

AIR LAYER ASSEMBLY

STRUCTURAL FOAM

FLUID APPLIED
WATERPROOFING

STRUCTURAL SLAB
REF. TO STRUCT.

8" MIN.

DRAINAGE BOARD

SPRAY ON INSULATION

FLUID APPLIED WATERPROOFING

DRAINAGE BOARD

GRAVEL

6"
 T

Y
P

.

RIGID INSULATION

TERMINATION BAR

TERMINATION BAR

CONCRETE SIDEWALK
REF. TO CIVIL

FILTER FABRIC

CONT. WATERPROOFING
MEMBRANE

STRUCTURAL SLAB
REF. TO STRUCT.

DRAINAGE BOARD

DRAINAGE BOARD

GRAVEL

LIGHTWEIGHT AGGREGATE SOIL

AGGREGATE FILLED
DRAINAGE MAT

CONCRETE WALL

ALUMINUM EDGE RESTRAINT

FILTER FABRIC

CONT. WATERPROOFING
MEMBRANE

STRUCTURAL SLAB
REF. TO STRUCT.

DRAINAGE BOARD

DRAINAGE BOARD

GRAVEL

LIGHTWEIGHT AGGREGATE SOIL

AGGREGATE FILLED
DRAINAGE MAT

CONCRETE WALL

SLOPE

ALUMINUM EDGE RESTRAINT

REGULAR SOIL

CONCRETE SLAB

AIR LAYER ASSEMBLY

STRUCTURAL FOAM

FLUID APPLIED
WATERPROOFING

STRUCTURAL SLAB
REF. TO STRUCT.

DRAINAGE BOARD

SPRAY ON INSULATION

FLUID APPLIED
WATERPROOFING

DRAINAGE BOARD

GRAVEL

SIDEWALK

TERMINATION BAR

RIGID INSULATION

TERRACOTTA RAIN
SCREEN SYSTEM

CONT. AIR BARRIER

VAPOR BARRIER
SLOPE

PROTECTION BOARD

RIGID INSULATION
(MINERAL FIBER)

8"
 M

IN
.

V
A

R
IE

S

METAL DECK OR CONCRETE
ON METAL DECK

BATT INSULATION WHERE
OCCURS

FILTER FABRIC

CONT. WATERPROOFING
MEMBRANE

STRUCTURAL SLAB
REF. TO STRUCT.

DRAINAGE BOARD

DRAINAGE BOARD

GRAVEL

LIGHTWEIGHT AGGREGATE SOIL

AGGREGATE FILLED
DRAINAGE MAT

CONCRETE WALL

SLOPE

TERMINATION BAR

REFER TO LANDSCAPE

V
A

R
IE

S

CHAMFER

GALVANIZED CRATE
FRAME EMBEDED ON
CONCRETE

ALUMINUM EDGE RESTRAINT

FILTER FABRIC

CONT. WATERPROOFING
MEMBRANE

STRUCTURAL SLAB
REF. TO STRUCT.

DRAINAGE BOARD

DRAINAGE BOARD

GRAVEL

LIGHTWEIGHT AGGREGATE SOIL

AGGREGATE FILLED
DRAINAGE MAT

CONCRETE WALL

SLOPE

TERMINATION BAR

REF. TO LANDSCAPE

CHAMFER

SPRAY ON INSULATION

CMU VENEER

3 1/2"

ALUMINUM EDGE RESTRAINT

FILTER FABRIC

CONT. WATERPROOFING
MEMBRANE

STRUCTURAL SLAB
REF. TO STRUCT.

DRAINAGE BOARD

DRAINAGE BOARD

GRAVEL

LIGHTWEIGHT AGGREGATE
SOIL

AGGREGATE FILLED
DRAINAGE MAT

CONCRETE WALL

SLOPE

TERMINATION BAR

CONCRETE WALL

3 
1/

2"

1' � 9"

5" 5"

SCHEDULE GLASS

ALUMINUM CURTAIN WALL
MULLION SET ON A SEALANT BED

ALUMINUM TRIM

SILICONE FLASHING
GLAZED IN

PRE�CAST CONCRETE SILL SEAM
TO ALIGN W/ MULLION

CMU WALL REFR TO
INTERIOR

REFER TO LANDSCAPE

1 
1/

2"

SPRAY ON INSULATION

SILL FLASHING

ANGLE BRACE @ 4'�0
SIM. TO A5/SF502

BACKER ROD AND SEALANT

COMPOSITE WOOD BLOCK

ALUMINUM EDGE RESTRAINT

2 
1/

2"

3/8"X3"X4" W/ 1/2" DIA.
EPOXY BOLT (3" EMBED)

G.5

1/8" PRE�FORMED
ALUMINUM COPING
COLOR BY ARCHITECT

CEMENTITIOUS
BACKER BOARD

SPLICE AT COPING JOINTS
OVERLAP 6" WITH TWO
BED OF SEALANT EA. SIDE

1/2" PROTECTION  BOARD

2" RIGID INSULATION

VAPOR BARRIER

3 5/8" COLD FORMED
METAL FRAMING

FASTENING WITH
NEOPRENE GASK.

SEALANT

SINGLE PLY ROOFING
MEMBRANE TERMINATION BAR W/

NEOPRENE GASKET

1/4" ALUMINUM ANGLE
FINISH TO MATCH COPING

3/4" BACKER ROD AND
SEALANT

SPANDREL AT ALUMINUM
CURTAIN WALL SYSTEM

SLOPE 1/4"/12"

SHIMMING

SPRAY ON INSULATION

SILICONE FLASHING
GLAZED IN

1/8" PRE�FORMED
ALUMINUM COPING
COLOR BY ARCHITECT

CEMENTITIOUS
BACKER BOARD

SPLICE AT COPING JOINTS
OVERLAP 6" WITH TWO
BED OF SEALANT EA. SIDE

2" RIGID INSULATION

VAPOR BARRIER

3 5/8" COLD FORMED
METAL FRAMING

FASTENING WITH
NEOPRENE GASK.

SEALANT

SINGLE PLY ROOFING
MEMBRANE

TERMINATION BAR W/
NEOPRENE GASKET

1/4" ALUMINUM ANGLE
FINISH TO MATCH COPING

3/4" BACKER ROD AND
SEALANT

TRANSLUCID GLASS

SLOPE 1/4"/12"

SHIMMING

SPRAY ON INSULATION

SILICONE FLASHING
GLAZED IN

GYPSUM BOARD PAINTED
WHITE

CONT. LIGHTING SEE ELECT.

CONT. SEALANT

FLASHING

CONT. AIR BARRIER

1/2" GLASS�MAT
GYPSUM SHEATHING

3" RIGID INSULATION
(MINERAL WOOL)

COMPOSITE METAL
PANEL SYSTEM

8" COLD FORMED
FRAMING

BATT INSULATION

VAPOR RETARDER

ALUMINUM CURTAIN
WALL SYSTEM

ALIGN

CONT. SEALANT

CONCRETE SHEAR WALL

CONT. SEALANT

ALUMINUM FLASHING

CONT. AIR BARRIER

1/2" GLASS�MAT
GYPSUM SHEATHING

3" RIGID INSULATION
(MINERAL WOOL)

8" COLD FORMED
FRAMING

BATT INSULATION

VAPOR RETARDER

ALUMINUM CURTAIN
WALL SYSTEM

CONT. SEALANT

ALIGN

SILICONE FLASHING
GLAZED IN

ALUMINUM ANGLE

MULLION

GLAZING PER
SCHEDULE

TRIPLE GLAZING
ACCORDIAN DOOR

CURTAIN WALL
SUPPORT BRACKET

WIND GIRT TUBE
STEEL

BOLT SCREW

STEEL REINFORCING
AS REQUIRED

EL. 95'�11"

CONT. SEALANT

FLASHING

CONT. AIR BARRIER

1/2" GLASS�MAT GYPSUM
SHEATHING

3" RIGID INSULATION
(MINERAL WOOL)

COMPOSITE METAL
PANEL SYSTEM

8" COLD FORMED
FRAMING

BATT INSULATION

VAPOR RETARDER

TRIPLE GLAZING
ACCORDIAN DOOR JAMB

CONT. SEALANT

CONCRETE SHEAR WALL

ALUMINUM ANGLE

CONT. SEALANT

TRIPLE GLAZING
ACCORDIAN DOOR JAMB

CONT. SEALANT

BOLT

CURTAIN WALL PER
SCHEDULE

M
A

X
.

TRIPLE GLAZE ACCORDIAN DOOR

DOOR SILL SET ON A SEALANT BED

CONCRETE SLAB REFER
TO STRUCTURAL

CONCRETE ON METAL DECK �
RE: STRUCTURAL

ALUMINUM FLASHING,
SEALED TO WATERPROOFING

PAVER TO BE SET 1/2" BELOW
THIRD FLOOR SLAB

HOT FLUID APPLIED
WATERPROOFING

DRAINAGE LAYER

HIGH DENSITY RIGID
INSULATION

PROTECTION COURSE

PEDESTAL

CONT. SEALANT

8"
 M

IN
.

COMPOSITE METAL PANEL

CONT. AIR BARRIER

FLASHING

RIGID INSULATION

WHEEP HOLE

CONCRETE WALL

1' � 1 1/2"

LEVEL 3
129'�0"

1/
2"

FILTER FABRIC

CONT. WATERPROOFING
MEMBRANE

STRUCTURAL SLAB
REF. TO STRUCT.

DRAINAGE BOARD

DRAINAGE BOARD

GRAVEL

LIGHTWEIGHT AGGREGATE SOIL

AGGREGATE FILLED
DRAINAGE MAT

CONCRETE WALL

SLOPE

TERMINATION BAR

REFER TO LANDSCAPE

V
A

R
IE

S

CHAMFER

ALUMINUM EDGE RESTRAINT

GUARDRAIL WHERE OCCURS

CONT. AIR BARRIER

GLASS�MAT GYPSUM SHEATING

STEEL DECKING

VAPOR BARRIER

PROTECTION BOARD

SLOPE

SYNGLE PLY ROOFING MEMBRANE

COMPOSITE METAL PANEL

RIGID INSULATION

8" COLD FORMED FRAMING REFER TO STRUCTURAL

CONCRETE WALL

TERMINATION BAR

CONT. SEALANT

NEOPRANE GASKET
AND VHB TAPE

BENT PLATE

143.0°

WHEEP HOLE

10"

WHEEP HOLE

CONT. AIR BARRIER

GLASS�MAT GYPSUM SHEATING

STEEL DECKING

TERMINATION BAR

VAPOR BARRIER

PROTECTION BOARD

CONT. SEALANT
SLOPE

SYNGLE PLY ROOFING MEMBRANE

NEOPRANE GASKET
AND VHB TAPE

COMPOSITE METAL PANEL

2" RIGID INSULATION

3 5/8" COLD FORMED FRAMING

STEEL BEAM REFER TO STRUCTURAL

4"

10"

WHEEP HOLE

6 5/8" 2' � 5 1/2"
1' � 4"

WHEEP HOLE

BENT PLATE

BENT PLATE

4 1/4"

143.0°

TERRACOTTA RAINSCREEN
SYSTEM FOLD

RIGID INSULATION
(MINERAL WOOL)

BACK REINFORCEMENT

SUPPORT SYSTEM
BY INSTALLER

GLUED MITER CONER PROTECT
EXPOSED FACE FROM GLUE STAIN

SCHEDULED WALL

COORDINATE STUD LOCATION

REFER TO PLAN FOR ANGLES

CONCRETE WALL

TERRACOTTA
RAINSCREEN SYSTEM

3" RIGID INSULATION
(MINERAL WOOL)

TERRACOTTA SUPPORT
BRACKET

COMPOSITE METAL
PANEL SYSTEM

1/
2"

ALIGN WITH LOVER AND
AND SILL

ALIGN
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LEVEL 2

115' 	 0"

1

CONT. AIR BARRIER

TERRACOTTA RAIN

SCREEN SYSTEM

RIGID INSULATION

MINERAL WOOL

TRUSS TOP CORD

VERTICAL TRUSS BRANCH

ALUMINUM FLASHING

CANT

8
" 

M
IN

.

CONCRETE SLAB ON METAL

DECK

CONCRETE WALL REF. TO

STRUCTURAL

STEEL BEAM

TRUSS BOTTOM CORD

RIGID INSULATION

CONCRETE SLAB ON METAL

DECK

WOOD FLOOR REF. TO

FINISH SCHEDULE

CMU VENEER

COLD FORMED METAL FRAMING

BATT INSULATION

GLASS	MAT GYPSUM

SHEATHING

ROOFING MEMBRANE

ALUMINUM CLEAT

TERMINATION BAR

COUNTER FLASHING

KICKER BEYOND

TERRACOTTA FOLD

BEYOND

PROTECTION BOARD

VAPOR BARRIER

1

2" RIGID INSULATION

EMBEDED PLATE

GLASS SPANDREL

HORIZONTAL TRIPLE PANE

BUTT GLAZING
CONCRETE WALL

THERMAL BREAKING

ANCHOR BOLT

SPRAY ON INSULATION

COMPOSITE METAL PANEL

WEEP HOLE

RADIUS = 3' 	 8"

TUBE STEEL

CHAMFERED

REF. TO

STRUCTURAL

CONT. VAPOR BARRIER OVER

GLASS	MAT GYPSUM

SHEATHING

1 1/2" METAL DECK

ANODIZED ALUMINUM ROOF

SLOPE

1/4"/12"
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SCALE:  1 1/2" = 1'	0"
A5

DETAIL ALTERNATE 1

SCALE:  1 1/2" = 1'	0"
A1

DETAIL ALTERNATE 1

SCALE:  1 1/2" = 1'	0"
E3

DETAIL ALTERNATE 1

SCALE:  1 1/2" = 1'	0"
A2

DETAIL ALTERNATE 1

SCALE:  6" = 1'	0"
D5

CANOPY EDGE DETAIL ALT. 1

SCALE:  12" = 1'	0"
C3

METAL ROOF DETAIL

SCALE:  6" = 1'	0"
D3

METAL ROOF DRAIN

SCALE:  1 1/2" = 1'	0"
C1

DETAIL ALTERNATE 1

SCALE:  1 1/2" = 1'	0"
C2

DETAIL

SCALE:  3" = 1'	0"
E1

DETAIL

SCALE:  1 1/2" = 1'	0"
D2

DETAIL
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13.5

1'-
0"

1'-
0"

1'-0" 1'-8"
4" CMU W/
BULLNOSE 8" CMU -  NO

BULLNOSE

8" CMU -  NO
BULLNOSE

4" CMU W/
BULLNOSE DASHER BOARD SYSTEM

STEEL COLUMN W/
FIREPROOFING

DASHER BOARD SYSTEM 8

F

4" CMU

8" CMU

BULLNOSE CORNER (TYP.)

STEEL COLUMN W/
FIREPROOFING

RACQUETBALL PANEL ON 6"
MTL STUDS W/ SOUND BATTS

RACQUETBALL GLASS WALL SYSTEM

1'-0
"

1'-0
"

1'-0"

1'-0"

10 1/4"

8"

SOFT JOINT

S

13.5

FLUSH CORNER
W/ NO BULLNOSE

8" CMU

DASHER BOARD
SYSTEM (TYP.)

4" CMU

FLUSH CORNER
W/ NO BULLNOSE

FLUSH CORNER
W/ NO BULLNOSE

DASHER BOARD
SYSTEM (TYP.)

DASHER BOARD
SYSTEM (TYP.)

1'-
0"

1'-
0"

BULLNOSE
CORNER

STEEL COLUMN W/
FIREPROOFING

1'-0" 1'-8"

PIPING PER
PLUMBING

J

6

8"

6"

1'-3
"

EDGE OF SLAB @
STAIR LANDING

2-PIECE COMPOSITE
METAL COLUMN WRAP
W/ FLUSH JOINT - TYP

STEEL  COLUMN W/ FIREPROOFING (TYP.)

8" CMU

4" CMU

MOP SINK BELOW

R 1'-0"

RAILING STRINGER
BELOW

SEALANT W/ BACKER
ROD - TYP.

STEEL STUD FRAMING

V

13 G.B. WINDOW SILL
BELOW
RATED BUTT
GLAZED GLAZING
SYSTEM

5/8" G.B. ON 3" MTL.
STUDS W/ 1" SHAFT
LINER

5/8" G.B. ON 3" MTL.
STUDS W/ 1" SHAFT
LINER

STEEL COLUMN W/
FIREPROOFING

RATED ALUMINUM
STOREFRONT W/
RATED SEALANT ON
BOTH SIDES (TYP.)

RATED ALUMINUM
STOREFRONT W/
RATED SEALANT
ON BOTH SIDES
(TYP.)

BELOW - HORIZONTAL
FLOOR COVER  BY
CLIMBING WALL MFG.
TO MATCH CLIMBING
MATERIAL

1'-
0"

1'-
10

 3/
4"

1'-
2 1

/2"

3"

T

13.5

4" CMU W/ BULLNOSE

5/8" G.B. ON BOTH SIDES
ON 6" MTL STUDS

STEEL COLUMN W/ FIREPROOFING

1 HR RATED ALUMINUM STOREFRONT

SEALANT ON
BOTH SIDES (TYP.)

8" CMU W/ NO
BULLNOSE

1'-0" 1'-7"

1'-
0"

1'-
0"

8" CMU W/
BULLNOSE

ALLIGN

N

13

METAL PANEL
SYSTEM ON 5/8"
G.B. ON 3 5/8" MTL.
STUDS

METAL PANEL
SYSTEM ON 2 1/2"
MTL. STUDS

CONC. STAIR WALL -
SEE STRUCT. DWGS

1'-
2 3

/4"
1 7

/8"

H.M. DOOR FRAME
W/ SEALANT ON
BOTH SIDES (TYP.)

10
 1/

4"
4 1
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7" 10"

TRTD. WD. BLOCKING
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N

13.5
1'-0" 1'-8"

9 7
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1'-
2 3
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6" CMU - PNTD.

ALUM. FRAME W/
SEALANT ON
BOTH SIDES

5/8" G.B. ON 6" MTL.
STUDS
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STRUCT. DWGS.

4" CMU - PNTD.

SEALANT W/ BACKER
ROD (TYP.)

SEALANT W/
BACKER ROD (TYP.)

11
" 1'-

2 1
/4"

METAL PANEL SYSTEM ON
2 1/2" MTL. STUDS
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H.M. FRAME W/
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MIRROR
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WD. BLOCKING -
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WOOD SLAT WALL
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"C" ALUMINUM TRIM
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H.M. FRAME W/
SEALANT ON BOTH
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WOOD SLAT WALL ON
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BULLNOSE
CORNERS (TYP.)
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WOOD SLAT WALL ON 3/4" PLYWOOD
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COUNTER BELOW

TACKBOARD

PREFINISHED "C" ALUMINUM TRIM

V

2'-0"

1'-
10

 3/
4"

1'-
0"

4"

5/8" G.B. ON 3 5/8"
MT. STUDS (TYP.)

5/8" G.B. ON 3 5/8"
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SOFT JOINT (TYP.)

ALUMINUM
DOOR FRAME W/
SEALANT ON
BOTH SIDES

8" CMU PNTD.
(TYP.)

12

H.M.  FRAME W/ SEALANT W/
BACKER ROD - BOTH SIDES

5/8" G.B. ON  3 5/8" MTL.
STUDS
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ELEVATOR JAMB BY
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W/ FACE OF METAL PANELS
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SCALE |  1 1/2" = 1'-0"AE510

LOWER LEVEL PLAN DETAIL @ 13.5 - QA1
SCALE |  1 1/2" = 1'-0"AE510

LOWER LVL. PLAN DETAIL @ 8 - FA3
SCALE |  1 1/2" = 1'-0"AE510

LOWER LEVEL PLAN DETAIL @ 13.5 - SA2
SCALE |  1 1/2" = 1'-0"AE510

LOWER LEVEL PLAN DETAIL @ 6 - JA4

SCALE |  1 1/2" = 1'-0"AE510

FIRST LEVEL PLAN DETAIL @ 13 - VB1
SCALE |  1 1/2" = 1'-0"AE510

FIRST LEVEL PLAN DETAIL @ 13.5 - TB2
SCALE |  1 1/2" = 1'-0"AE510

FIRST LEVEL PLAN DETAIL @ 13 - NB3
SCALE |  1 1/2" = 1'-0"AE510

FIRST LEVEL PLAN DETAIL @ 13.5 - NB4
SCALE |  1 1/2" = 1'-0"AE510

FIRST LEVEL PLAN DETAIL @ 12 - QB5

SCALE |  1 1/2" = 1'-0"AE510

GROOMING SHELF PLAN DTL.A5

SCALE |  1 1/2" = 1'-0"AE510

SLAT WALL PLAN DETAILC5
SCALE |  1 1/2" = 1'-0"AE510

RECESSED SLAT WALL DETAILC4
SCALE |  1 1/2" = 1'-0"AE510

FIRST LEVEL G.B. PILASTER DETAILC3
SCALE |  1 1/2" = 1'-0"AE510

FIRST LEVEL DETAIL @ ELEVATOR JAMBC1
SCALE |  1 1/2" = 1'-0"AE510

FIRST LEVEL PLAN DETAIL @ 5 - GC2

SCALE |  1 1/2" = 1'-0"AE510

FIRST LEVEL PLAN DETAIL @ JUICE BARE1
SCALE |  1 1/2" = 1'-0"AE510

FIRST LEVEL PLAN DETAIL 3 - GE2
SCALE |  1 1/2" = 1'-0"AE510

SECOND LEVEL PLAN DETAIL 13.5 - PE3
SCALE |  1 1/2" = 1'-0"AE510

SECOND LEVEL DETAIL 14 - PE4
SCALE |  1 1/2" = 1'-0"AE510

SECOND LEVEL DETAIL 10 - FE5



X

15

1'-
0"

1'-
0"

1'-4 1/2" 1'-3 1/2" 10 1/2"

(2) LAYERS 5/8" G.B. ON 3 5/8" MTL STUDS

(2) LAYERS 5/8" G.B. ON OFFSET
6" MTL STUDS ON 8" RUNNER W/
SOUND BATTS - SOUND SEALANT
AT TOP AND BOTTOM OF WALL
(TYP.)

FRAMELESS MIRROR

2'-2"

CASEWORK - SEE INTERIOR ELEVATIONS

STEEL COLUMN W/
FIREPROOFING

(2) LAYERS 5/8" G.B. ON 3
5/8" MTL STUDS

COAT HOOKS

2'-
0"

(2) LAYERS 5/8" G.B. ON 6" MTL
STUDS W/ SOUND BATTS -
SOUND SEALANT AT TOP AND
BOTTOM OF WALL (TYP.)

10

1'-9 1/2"

TERRA COTTA WALL
PANEL SYSTEM ON 6" MTL.
STUDS

ALUMINUM STOREFRONT W/ SEALANT ON BOTH SIDES

5/8" G.B. ON 3 5/8" MTL STUDS

JOGGING STRIPE BELOW

6" 6"
CONCRETE WALL  - SEE
STRUCTURAL DWGS.

1'-0"

160.00°

TRTD. BLOCKING

5/8" G.B. W/ "J" MOULD

1 1
/2"

RECESSED "POCKET"
FOR TERRA COTTA
PANEL

2'-7 1/4" 5 7/8"

5 1
/4"3 1

/4"
1 7

/8"

5/8" G.B. ON BOTH SIDES ON
3 5/8" MTL. STUDS W/
SOUND BATTS - SOUND
SEALANT TOP AND BOTTOM
OF WALL

5/8" G.B. ON BOTH SIDES
ON 3 5/8" MTL. STUDS
W/ SOUND BATTS -
SOUND SEALANT TOP
AND BOTTOM OF WALL

5/8" G.B. ON 3 5/8" MTL. STUDS W/ SOUND
BATTS - SOUND SEALANT TOP AND BOTTOM
OF WALL

98.32°

6.00°

5/8" G.B. ON 3 5/8" MTL STUDS

GLASS WALL SYSTEM

SEALANT W/ BACKER
ROD ON BOTH SIDES

GLASS WALL SYSTEM
W/ CHANNELS @ TOP
& BOTTOM

TRANSLUCENT RESIN
PANEL SYSTEMSE

E P
LA

N
VA

RIE
S

SEALANT W/ BACKER
ROD ON BOTH SIDES

TRANSLUCENT RESIN PANEL
SYSTEM BELOW

TRANSLUCENT RESIN
PANEL SYSTEM

GLASS WALL SYSTEM W/
CHANNELS @ TOP & BOTTOM -
SEE PLAN FOR DIMS.

GLASS DOOR

S

METAL PANELS ON
5/8" G.B ON 6" MTL STUDS

METAL PANELS ON
5/8" G.B ON 3 5/8" MTL STUDS

TRTD. WD. BLOCKING

ALUMINUM CURTAINWALL W/ SEALANT
ON BOTH SIDES

6"

4"

CONCRETE WALL - SEE STRUCT.
DWGS.

V

10.8

METAL RAILING W/ WD.
TOP RAIL - SEE TYPICAL
ELEVATION @ DTLS.

1 HR. RATED ALUMINUM
FRAMING

6"

TOP OF STEEL CHANNEL
BELOW - PNTD.

8 1
/2"

1 HR RATED ALUMINUM
FRAMING CORNER BY
RATED ALUM. MFG.

98.
32°

N

13
6 3/8" 3 5/8" 4" 1'-4"

9"
1 1

/4"
8 3

/4"

8" CMU
4" CMU

8" CMU

COUNTER BELOW

1'-
0"

1'-
0"

BULLNOSE CORNER

H.M. FRAME W/
SEALANT ON BOTH
SIDES (TYP.)

1 1
/4"

CHAMFERED EDGE

CONCRETE WALL - SEE
STRUCTURAL DWGS.

SEALANT W/ BACKER ROD

METAL PANELS W/ MITRED
CORNERE ON 5/8" G.B. ON 6"
MTL STUDS.

5/8" G.B. ON 3 5/8" MTL. STUDS

SEE INT. ELEV. FOR REVEAL
LOCATIONS 10 1/8"

6 1/4"

CONCRETE WALL - SEE STRUCT.

G

9

4" "L" SHAPED BULLNOSE CMU  @
ALL CORNERS - BELOW (TYP.)

5/8" G.B. ON 3 5/8"
MTL STUDS (TYP.)

1'-0"

1'-0"

10
"

10
"

1'-8
"2'-0

"

MTL. GUARDRAIL BELOW

STEEL COLUMN W/
FIREPROOFING - SEE
STRUCTURAL DWGS.

STL. CHANNEL BELOW

E

8

4" "L" SHAPED CMU W/
BULLNOSE CORNER

1 1
/2"

1'-
0"

1'-
0"

1 1
/2"

STEEL CHANNEL BELOW - PNTD.

METAL GUARDRAIL W/ WOOD
TOPRAIL - PNTD.

STEEL BEAM W/
FIREPROOFING - SEE
STRUCTURAL DWGS.

1'-0" 1'-0"

1'-10 1/4"10 1/4"

13/16" RACQUETBALL
PANELS ON 6" MTL STUDS
W/ BATT INSUALTION

SEALANT W/ BACKER ROD

8"
8"

RACQUETBALL GLASS WALL
SYSTEM W/ GLASS FINS

G

6

1'-
0"

1'-
0"

1'-0" 1'-0"

10
"

VENTED VINYL BASE BELOW

4"  "L" SHAPED CMU W/
BULLNOSE CORNERS

ALUM. STOREFRONT W/
SEALANT ON BOTH SIDES

STEEL BEAM W/
FIREPROOFING - SEE
STRUCTURAL DWGS.

2'-0"

2'-
0"

G

COMPOSITE METAL PANELS W/
3/4" PLYWOOD ON 4" MTL STUDS

6" CMU BELOW W/ BULLNOSE TOP
- 3/4" RECESS @ WINDOW FRAME

ALUM. FRAME W/ SEALANT ON
BOTH SIDES

VENTED VINYL BASE BELOW

1 1
/4"

10
"

11
 7/

8"

3/4"

15
2.5

0°

11
 1/

4" W.1

(2) 5/8" G.B. ON  3 5/8" MTL.
STUDS W/ SOUND BATTS
SEALANT AROUND PIPE
PENETRATION

STEEL CROSS BRACING - PNTD.

(2) 5/8" G.B. ON  6" MTL.
STUDS W/ SOUND BATTS

(2) 5/8" G.B. ON  3 5/8" MTL.
STUDS W/ SOUND BATTS

ALUM FRAME W/ SOUND
SEALANT ON BOTH SIDES

TRTD. WD. BLOCKING

10
"

4 1
/2"

3 1
/4"

9

OVERHEAD GRILL RECEIVER
- ANCHORED TO METAL STUDS

OVERHEAD GRILL DOOR

4 1/8"

5/8" G.B. ON BOTH SIDES ON
 3 5/8" MTL. STUDS

U
8" CMU W/ BULLNOSE
CORNER

ALUM. FRAME W/
SEALANT ON BOTH SIDES

SEALANT W/ BACKER ROD

5/8" HIGH IMPACT G.B.
ON 6" MTL STUDS (TYP.)

1'-
0"

1"

NO BULLNOSE
CORNER

SLOPED G.B. SILL
BELOW

5/8" G.B. ON  1 5/8" MTL STUDS

TRTD WD. BLOCKING

9" 9"

5/8" G.B. ON  3 5/8"
MTL STUDS W/
SOUND BATTS

TRTD WD. BLOCKING

SEALANT

POCKET COVER DOOR WITH
SPRING OPEN HINGE

RATED POCKET DOOR - VERIFY
POCKET SIZE WITH DOOR MFG.

5/8" G.B. ON BOTH SIDES ON 3
5/8" MTL. STUDS
ALUM. FRAME W/ SEALANT ON
BOTH SIDES

5/8" G.B. ON BOTH SIDES ON 3
5/8" MTL. STUDS

2"

2"

1'-6"

2"
2 7/8"

4 5/8"

5"

1 5/8"

4 5/8"

R

9"

9"

JAMB STOPS BY RATED DOOR
MFG. - CENTER STUD 5" FROM
FACE OF POCKET

MAGNETIC CATCH

5/8" G.B. ON BOTH SIDES ON 3
5/8" MTL. STUDS

14

2" 1'-6" 2" 2 7/8"

9" 9"

2"

5/8" G.B. ON BOTH SIDES
ON  3 5/8" MTL. STUDS

5/8" G.B. ON BOTH SIDES
ON  3 5/8" MTL. STUDS

STAINED TONGUE & GROOVE
WOOD SIDING ON 3/4"
PLYWOOD ON 5/8" G.B. ON
BOTH SIDES ON 3 5/8" MTL.
STUDS

5"

FLOATING JAMB BY
RATED DOOR MFG.

POCKET DOOR - VERIFY
SIZE OF POCKET WITH
RATED DOOR MFG.

POCKET COVER DOOR W.
SPRING OPEN HINGE

MAGNETIC CATCH

JAMB STOPS BY RATED
DOOR MFG. - CENTER
STUD 5" FROM FACE OF
POCKET

14

V

1'-1" 2" 1'-6" 2" 1'-1"

4'-0"

BULLNOSE CORNER

9" 9"

1'-
9 5

/8"

4"

4" CMU

8" CMU

8" CMU

4" "L" SHAPED CMU

2"
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SCALE |  1 1/2" = 1'-0"AE511

SECOND LEVEL DETAIL 15 - XA1

SCALE |  1 1/2" = 1'-0"AE511

3RD LEVEL PLAN DETAIL @ SHEAR WALLB1

SCALE |  1 1/2" = 1'-0"AE511

3RD LEVEL PLAN DETAIL @ CORRIDOR 250C1

SCALE |  1 1/2" = 1'-0"AE511

ORP ENTRANCE PLAN DTL. 01E1
SCALE |  1 1/2" = 1'-0"AE511

ORP ENTRANCE PLAN DTL. 02E2

SCALE |AE511

ORP ENTRANCE 3-D VIEWD1

SCALE |  1 1/2" = 1'-0"AE511

ELEVATOR MTL. PANEL PLAN DTL.A2

SCALE |  1 1/2" = 1'-0"AE511

2ND LEVEL DETAIL @ V-10.8B2

SCALE |  1 1/2" = 1'-0"AE511

LOWER LEVEL PLAN DETAIL @ STAIR #5A3

SCALE |  1 1/2" = 1'-0"AE511

QUIET FITNESS EAST WALL PLAN DETAILE3

SCALE |  1 1/2" = 1'-0"AE511

3RD LEVEL PLAN DETAIL @ COLUMNS (TYP.)B3

SCALE |  1 1/2" = 1'-0"AE511

1ST LEVEL RACQUETBALL COLUMNC2
SCALE |  1 1/2" = 1'-0"AE511

2ND LEVEL 3 COURT @ 6-GC3

SCALE |  1 1/2" = 1'-0"AE511

2ND LEVEL 3 COURT METAL SHAFTD2
SCALE |  1 1/2" = 1'-0"AE511

OFFICE SUITE WINDOW JAMBD3

SCALE |  1 1/2" = 1'-0"AE511

O.H. GRILLE DOOR JAMB DTL.E4
SCALE |  1 1/2" = 1'-0"AE511

1ST LEVEL ORP WINDOW JAMBE5
SCALE |  1 1/2" = 1'-0"AE511

SLIDING FIRE DOOR JAMBE6

SCALE |  1 1/2" = 1'-0"AE511

CONCOURSE 100D SLIDING FIRE DOOR DETAILC5

SCALE |  1 1/2" = 1'-0"AE511

CORRIDOR 250 SLIDING FIRE DOOR DETAILB5

SCALE |  1 1/2" = 1'-0"AE511

ORP SLIDING FIRE DOOR DETAILA5



LEVEL 3
129'-0"

G

BACK OF CHANNEL
7 1/2"

10" 8"

4"

STEEL CHANNEL - PNTD.

1/2" CLEAR ANODIZED ALUMINUM
REVEAL (TYP.)

COMPOSITE
CONCRETE DECK
- SEE STRUCT.

STEEL BEAM W/ FIREPROOFING - SEE
STRUCT. DWGS.

MTL. GUARDRAIL - PNTD. - SEE TYP.
INTERIOR ELEVATION FOR PROFILE

2" DIA. WOOD TOP RAIL ON STEEL SUPPORT

STEEL CROSS BRACING - PNTD.

5/8" G.B. ON 3 5/8" MTL. STUDS

JOGGING
TRACK

315

3 COURT
GYMNASIUM

215

STEEL BENT PLATE - SEE STRUCT.

3'-
7"

1 1
/2"

3/4" VERTICAL STEEL PLATES - TAPERED AT
TOP ON BOTH SIDES

5/8" 3/4" 5/8"

2"

1'-
0"

3"

LEVEL 2
115'-0"

G

10"

VENTED BASE

ALUMINUM STOREFRONT

WOOD SPORTS FLOORING ON
RECECESSED CONCRETE
ACOUSTICAL COMPOSITE SLAB

8" CMU

STEEL BEAM - SEE STRUCT.

1'-0"

SPRAY FOAM DECK CELLS SOLID AT
TOP OF WALL LOCATION (TYP.)

Roof 3
146'-0"

G

5/8" G.B. ON 3 5/8" MTL STUDS

5"

10" 10"

STEEL DECKING AND BEAM- SEE STRUCT.

5/8" G.B. ON 3 5/8" MTL STUDS JOGGING
TRACK

315

STEEL BEAM AND CROSS BRACING- SEE
STRUCT.

LEVEL 1
100'-0"

G

8"

VARIES

3"

ALUMINUM STOREFRONT W/ SPANDREL
PANEL

SUSPENDED PLASTER
CEILING ON MTL. STUDS W/
EPOXY PAINT

5/8" M.R. G.B. ON 3 5/8"" MTL. STUDS TO
BOTTOM OF DECK

5/8" G.B. ON 1 5/8" MTL. STUDS

STEEL BEAMS - W/ FIREPROOFING - SEE
STRUCT. DWGS.

ALUMINUM STOREFRONT CLIPPED TO
EDGE OF SLAB

CONCRETE COMPOSITE SLAB

EL. 96'-0"

4'-
0"

SPRAY FOAM SOLID DECK CELLS AT TOP OF
WALL LOCATION

SEALANT

GALV. STEEL BENT PLATE - PNTD TO MATCH
ALUMINUM WINDOW SYSTEM

VERTICAL STEEL TUBE - SEE STRUCT.
DWGS.

G

SLOPED M.R. G.B. ON 6" MTL.
STUDS

EL. 108'-0"

4 1
/2"

5/8" M.R. G.B. ON 3 5/8" MTL.
STUDS

5/8" G.B. CEILING

VARIES7 1/8"8"

4" / 12"

ALUMINUM STOREFRONT

SEALANT ON BOTH SIDES OF
FRAME (TYP.)

EL. 108'-0"

5/8" G.B. ON 3 5/8" MTL. STUDS

LEVEL 2
115'-0"

G METAL PANELS ON 3/4" PLYWOOD ON 4" MTL.
STUDS

BULLNOSE CMU SILL

6" CMU

2'-
8"

1'-0"

11 1/4"

VENTED BASE

WOOD SPORTS FLOORING ON RECESSED
CONCRETE ACOUSTICAL COMPOSITE DECK
(TYP.)

SPRAY FOAM DECK CELLS SOLID AT TOP OF
WALL LOCATION (TYP.)

5/8" M.R. G.B. ON 3 5/8" MTL. STUDS (TYP.)

5/8" G.B. ON 3 5/8" MTL. STUDS (TYP.)

LEVEL 3
129'-0"

G
5 1/4"6"5 1/2"

METAL COMPOSITE PANELS ON 3/4" PLYWOOD
ON 4" MTL STUDS W/ REVEALS - SEE INTERIOR
ELEVAITONS FOR REVEAL LOCATIONS

COMPOSITE CONCRETE SLAB ON STEEL BEAM
W/ FIREPROOFING (TYP.)11 1/4"

LEVEL 2
115'-0"

B

WOOD SPORTS FLOORING ON RECESSED
CONCRETE ACOUSTICAL COMPOSITE DECK

SILL ANCHORED @ CONCRETE DECK

CONCRETE WALL

SPRAY FOAM DECK CELLS SOLID AT TOP OF
WALL LOCATION (TYP.)

3 COURT
GYMNASIUM

215

B
WOOD SIDING ON 3/4" PLYWOOD ON
3 5/8" MTL. STUDS (TYP.)

6" CMU
1'-0"

STEEL ANGLE - SEE STRUCT. - PNTD. TO
MATCH FRAME

H.M. FRAME W/ SEALANT ON BOTH
SIDES (TYP.)

CONCRETE WALL

3"

EL. 124'-1"

LEVEL 3
129'-0"

3 1/2"

3'-
9"

3'-
0"

EL. 126'-0"

SCOREBOARD - VERIFY SIZE AND MOUNTING
HEIGHT W/ SCOREBOARD MFG.

STAINED TONGUE & GROOVE WOOD SIDING
ON 3/4" PLYWOOD ON BOTH SIDES 3 5/8"
MTL. STUDS (TYP.)

FLOORING ON CONCRETE COMPOSITE DECK -
SEE STRUCT.

TONGUE & GROOVE WOOD
SIDING ON 3/4" PLYWOOD ON 3
5/8" MTL. STUDS (TYP.)

STAINED HARD WOOD CAP ON 3/4" PLYWOOD (TYP.)

STEEL TUBE HANGER BEYOND - W/
INTUMESCENT PAINT  (TYP.)

STEEL BEAM - SEE STRUCT.

CLIP STUD WALL TO EDGE OF
CONC. SLAB

MTL. STUD KICKERS @ 16" O.C.TO
BOTTOM OF CONC. SLAB

2'-
8 3

/4"

3'-
0 5

/8"

STEEL BENT PLATE - SEE STRUCT. DWGS.

6

RETURN AIR LOUVER - SEE MECH. DWGS.

DECORATIVE GRILLE - (5) SECTIONS TALL -
3'-6" HIGH SECTIONS W/ TAB ANCHORS @
6" FROM THE EACH END

EL. 94'-8"

8" CMU

RETURN AIR SHAFT - VAPOR BARRIER
ON INTERIOR FACE OF CMU

2 1/2" DIA. ALUMINUM TUBES W/ LIGHT
BRONZE ANODIZED FINISH W/ CLOSED
ENDS (TYP.)

1" X 2" ALUMINUM BARS W/
BRUSHED FINISH

VERTICAL 1/2" X 3" ALUMINUM
PLATES W/ CLEAR ANODIZED FINISH

ALUMINUM TABS FOR ANCHORING INTO CMU
WALL - VERIFY SPACING AND LOCATION

1'-0"
3"

6"

6"

LEVEL 1
100'-0"

8

6" 10 1/4"

8 3/8"

1'-4 1/4"

4"

1/2" CLEAR ANODIZED ALUMINUM REVEAL (TYP.)

STEEL CHANNEL - PNTD. - SEE ELEVATION-DTL.

MTL. GUARDRAIL - PNTD. - W/ WOOD TOP RAIL
(TYP.)

5/8" G.B. ON 3 5/8" MTL. STUDS (TYP.)

STEEL BEAM W/ FIREPROOFING - SEE
STRUCT. (TYP.)

COMPOSITE CONCRETE DECK

7 7/8"

STEEL BENT PLATE - SEE STRUCT. DWGS.

1'-
0"

3"

STAINED TONGUE & GROOVE WOOD
SIDING ON 3/4" PLYWOOD ON 3 5/8"
MTL. STUDS (TYP.)

STAINED 1X6" HARDWOOD TRIM (TYP.)

5/8" G.B. CEILING (TYP.)

LEVEL 1
100'-0"

1 1/2"

STAINED TONGUE & GROOVE
WOOD SIDING ON 3/4" PLYWOOD ON
3 5/8" MTL. STUDS (TYP.)

ALUMINUM STOREFRONT

1/2" CLEAR ANODYZED ALUMINUM
REVEAL (TYP.)

FLOORING ON CONCRETE
COMPOSITE DECK

STEEL BENT PLATE - SEE STRUCT.
DWGS. (TYP.)

SEALANT ON BOTH SIDES

J

1'-
6"

CLEAR TEMPERED GLASS W/ POLISHED
EDGES - VERIFY THICKNESS W/ MFG.

5/8" G.B. ON 3 5/8" MTL.
STUDS (TYP.)

ACOUSTICAL LAY-IN CEILING - SEE
REFLECTED CEILING

4"

8"

SMOKE BARRIER ALUMINUM BASE
W/ BRUSHED FINISH

TRTD. WD. BLOCKING

6

STAINED TONGUE &
GROOVE WOOD SIDING ON
3/4" PYYWOOD ON 7/8" ON
FURRING STRIPS CMU

EL. 108'-0"

1'-0"

8" CMU

STAINED HARDWOOD CAP

LEVEL 1
100'-0"

13.5

1'-6 3/4"

STAINED TONGUE & GROOVE WOOD
SIDING ON 3/4" PLYWOOD

STEEL BENT PLATE - SEE STRUCT.
DWGS.
3 5/8" MTL STUDS

SEALANT ON BOTH SIDES

ALUM. FRAME

STEEL BEAM W/ FIREPROOFING - SEE
STRUCTURAL DWGS.

SHEET NUMBER
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SCALE |  1 1/2" = 1'-0"AE512

SECTION DETAIL @ TYP TRACK GUARDRAIL - LVL 3B1

SCALE |  1 1/2" = 1'-0"AE512

SECTION DETAIL @ NAT. NORTH WALL LVL 2A1

SCALE |  1 1/2" = 1'-0"AE512

SECTION DETAIL @ GYM. NORTH WALL @ ROOFD1

SCALE |  1 1/2" = 1'-0"AE512

SECTION DETAIL @ NAT. NORTH WALL 02 LVL 1A2

SCALE |  1 1/2" = 1'-0"AE512

SECTION DETAIL @ NAT. NORTH WALL 02C2

SCALE |  1 1/2" = 1'-0"AE512

SECTION DETAIL @ NAT. NORTH WALL 02 LVL 2D2

SCALE |  1 1/2" = 1'-0"AE512

SECTION DETAIL @ NAT. NORTH WALL 02 LVL 3E2

SCALE |  1 1/2" = 1'-0"AE512

SECTION @ NATATORIUM SOUTH WALL LVL 2A4

SCALE |  1 1/2" = 1'-0"AE512

SECTION DETAIL @ GYM WOOD SOFFITB4

SCALE |  1 1/2" = 1'-0"AE512

SECTION DETAIL @ GYMNASIUM WOOD GUARDRAILC4

SCALE |  1 1/2" = 1'-0"AE512

SECTION DETAIL @ NAT. R.A. LOUVERE1

SCALE |  1 1/2" = 1'-0"AE512

SECT. DTL. @ RACQUETBALL COURT RAILINGA5

SCALE |  1 1/2" = 1'-0"AE512

SECTION @ MAC BENCH SOFFITB5

SCALE |  1 1/2" = 1'-0"AE512

SECTION @ MAC W. WALL LEVEL 1C5

SCALE |  1 1/2" = 1'-0"AE512

SECT. DTL. @ GLASS SMOKE BARRIERD5

SCALE |  1 1/2" = 1'-0"AE512

NATATORIUM WOOD PANEL TOP DTL.E5
SCALE |  1 1/2" = 1'-0"AE512

SECTION DETAIL @ 1ST LEVEL / MACE4



U

5/8" HIGH IMPACT G.B. ON 3 5/8" MTL.
STUDS (TYP.)

ALUMINUM STOREFRONT

SEALANT

8" CMU (TYP.)

5 3/8"

BULLNOSE
EL. 102'-8"

1'-0"

U

SLOPED 5/8" HIGH IMPACT G.B. ON 3 5/8"
MTL STUDS - PNTD. (TYP.)

ALUMINUM STOREFRONT

SEALANT W/ BACKER ROD - BOTH
SIDES OF FRAME (TYP)

8" CMU

16.78°

1'-0"

5 3/8"

LEVEL 3
129'-0"

U
6"

8" 1/2" CLEAR ANODIZED ALUMINUM REVEAL
(TYP.)

STEEL CHANNEL PNTD. (TYP.)

MTL. GUARDRAIL - PNTD.  W/ WD. TOP (TYP.)

4"
STEEL BEAM W/ FIREPROOFING -
SEE STRUCT. (TYP.)

5/8" G.B. ON 3 5/8" MTL. STUDS (TYP.)

5/8" G.B. CEILING (TYP.)

STEEL BENT PLATE - SEE STRUCT DWGS. (TYP.)

U

EL. 96'-0"2"

2'-10 3/8"

3'-0"

1'-0" 2'-0"

5/8" HIGH IMPACT G.B. ON 3 5/8" MTL.
STUDS (TYP.)

8" CMU (TYP.)

S.S. CORNER GUARD (TYP.)

BULLNOSE (TYP.)

1 5/8"

LEVEL 1
100'-0"

13

1 HR SHAFT WALL CONSTRUCTION

STEEL BEAM W/ FIREPROOFING  - SEE
STRUCT. (TYP.)

1'-0"1'-0"

2'-0"

8"

3 1/8"

LIGHT COVE LIGHT FIXTURE -
CONFIRM INSTALLATION DETAIL W/
LIGHTING MFG. (TYP.)

5/8" G.B. ON 3 5/8" MTL. STUDS - PNTD.

SUSPENDED 5/8" G.B. ON 3 5/8" MTL. STUDS - PNTD.

EL. 95'-4"

EL. 96'-8"

1'-
8"

3'-
4"

1'-
4"

5/8" G.B. ON 3 5/8" MTL. STUDS - PNTD.

1 HR. RATED BUTT GLAZED ASSEMBLY
SYSTEM

3"

13

1'-0" 1'-0"

EL. 108'-0"

2'-0"
5/8" G.B. ON 3 5/8" MTL. STUDS - PNTD.

ACOUSTICAL LAY-IN CEILING

5/8" G.B. CEILING

LIGHT COVE LIGHT FIXTURE -
CONFIRM INSTALLATION DETAIL W/
LIGHTING MFG. (TYP.)

1 HR. SHAFT WALL CONSTRUCTION

1 HR. RATED BUTT GLAZED ASSEMBLY
SYSTEM

5/8" G.B. SOFFIT - PNTD.

2'-
0"

1'-
4"

LEVEL 2
115'-0"

6"

5/8" G.B. ON 3 5/8" MTL. STUDS

5/8" STEEL BEAM W/ FIREPROOFING - SEE STRUCT.

ALUMINUM STOREFRONT

SEALANT (TYP.)

STEEL BENT PLATE - SEE STRUCT. DWGS.

STEEL CHANNEL- PNTD.

1/2" CLEAR ANODYZED ALUMINUM REVEAL (TYP.)

LEVEL 3
129'-0"

13.5

6"

STAINED HARDWOOD CAP
ON 3 /4" PLYWOOD

STAINED TONGUE & GROOVE
WOOD SIDING ON 3 /4" PLYWOOD
ON 3 5/8" MTL. STUDS (TYP.)

3'-
8 5

/8"

CLIP MTL STUD TO EDGE OF
CONCRETE SLAB

FINISH ON CONCRETE
COMPOSITE CONC. SLAB

STEEL BENT PLATE - SEE STRUCT. DWGS.

STEEL BEAM W/ FIREPROOFING - SEE
STRUCT. DWGS.

VINYL BASE

"V" GROVE @ BOTTOM OF CAP

LEVEL 2
115'-0"

10

VENTED BASE

WD. SPORTS FLOORING

WD. BLOCKING W/ WD PLYWOOD INFILL IN
RECESS FLOOR BELOW CUBBIES

CUT CMU @ RECESS FLOOR

WD. BENCH W/ CUBBIES

2 1
/2"

1'-
6 3

/4"

2'-0" 1'-0"

SPORTS FLOORING TO
CONTINUE UP WALL

2'-
0"

MIRRORS ON 5/8" G.B. ON 3 5/8" MTL
STUDS

SCHLUTER RONDEC  EDGE
PROTECTION OR EQUAL

6" 6" 6" 2 1/4"

1'-0"

HARD WOOD EDGE

HARD WOOD EDGE

WOOD VENEER

10
TERRA COTTA PANEL ON
ALUMINUM RAIL SYSTEM ON 5/8"
G.B. ON 6" MTL. STUDS - ALUM
RAIL TO BE ANCHORED AT MTL.
STUDS. PER MFG.
RECOMMENDATIONS - G.B. TO BE
PNTD. BLACK

MIRRORS ON 5/8" G.B. ON 1 5/8" MTL.
STUDS ON CONCRETE WALL

RECESSED LIGHT COVE LIGHT FIXTURE

G.B. SOFFIT

SEALANT W/ BACKER ROD

5/8" G.B. ON WOOD BLOCKING - PNTD.

EL. 123'-0"

LEVEL 3
129'-0"

WW.1

SLOPED 5/8" G.B. ON 3 5/8" MTL. STUDS W/
SOUND BATTS

EL. 127'-0"

(2) LAYERS OF 5/8" G.B. ON 3 5/8" MTL. STUDS
ON BOTH SIDES W/ SOUND BATTS

1" INSULATED GLAZING IN ALUMINUM
STOREFRONT W/ SOUND SEALANT @
PERIMETER

5/8" G.B. ON 3 5/8" MTL. STUDS - PNTD.

2'-
0"

2'-
6"

2'-
0"

8"

2'-7 5/8" 4 1/2"

SOUND SEALANT @ TOP AND BOTTOM OF WALL
(TYP @ ALL SOUND WALLS)

(2) LAYERS OF 5/8" G.B. ON
3 5/8" MTL. STUDS W/
SOUND BATTS

STEEL BEAM W/ FIREPROOFING - SEE
STRUCT.

CEILING  CLOUD

5/8" G.B. ON 3 5/8" MTL. STUDS

MICRO PERFORATED PVC
CEILING SYSTEM

CONCEALED "WALL GHOST
RAIL" - PVC WALL RAIL
FASTENED PER MFG.
RECOMMENDATIONS

2" RIGID FIBERGLASS INSULATION -
FASTENED TO BOTTOM OF MTL. DECK

EL. 126'-4"

1'-3 1/8" 8 7/8"

STEEL BENT PLATE - SEE STRUCT. DWGS.

LEVEL 2
115'-0"

VENTED BASE

WOOD SPORTS FLOORING ON RECESSED
CONCRETE COMPOSITE DECK VERIFY DEPTH OF
RECESS W/ WOOD FLOOR MFG.

ALUMINUM STOREFRONT

LOWER LEVEL
86'-0"

10

WOOD SPORTS FLOORING SYSTEM

13/16" RACQUETBALL WALL PANEL ON 4" MTL.
STUDS W/ SOUND BATTS (TYP.)

3 7/8" 6" 6"

1'-0"CONCRETE FOUNDATION WALL - SEE STRUCT. DWGS.

LEVEL 2
115'-0"

1/2" CLEAR ANODIZED ALUMINUM
REVEAL (TYP.)

STEEL CHANNEL - PNTD.

STEEL BENT PLATE - SEE
STRUCT. DWGS

PT ON COMPOSITE
CONCRETE DECK
- SEE STRUCT.

5/8" G.B. ON 3 5/8" MTL STUDS -
PNTD. (TYP.)

EL. 113'-4"

1'-
8"

STEEL BEAM W/ FIREPROOFING

MTL. GUARDRAIL SYSTEM

4"

LEVEL 3
129'-0"

5 3/4"

STEEL BENT PLATE - SEE
STRUCT. DWGS.

STEEL BEAM W/
FIREPROOFING - SEE
STRUCT. DWGS.

SPANDREL PANEL

FINISH PER SCHEDULE
1 HR RATED ALUMINUM
WINDOW FRAME

6"

1 HR. FIRE STOPPING

5/8" G.B. ON BOTH SIDES ON
3 5/8" MTL STUDS

MTL STUD BOX HEADER

RATED ALUM FRAME

5/8" G.B. ON SUSPENDED
3 5/8" MTL STUDS

RATED SEALANT - BOTH
SIDES (TYP.)
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SCALE |  1 1/2" = 1'-0"AE513

SECTION DETAIL @ MAC WINDOW SILLB1

SCALE |  1 1/2" = 1'-0"AE513

SECTION DETAIL @ MAC WINDOW HEADC1

SCALE |  1 1/2" = 1'-0"AE513

SECTION DETAIL @ N. FITNESS SOFFITD1

SCALE |  1 1/2" = 1'-0"AE513

SECTION DETAIL @ MAC CMU/G.B.A1
SCALE |  1 1/2" = 1'-0"AE513

SECTION DETAIL @ CLASSROOM WINDOW SILLA2

SCALE |  1 1/2" = 1'-0"AE513

SECTION DETAIL @ CLASSROOM WINDOW HEADC2

SCALE |  1 1/2" = 1'-0"AE513

SECTION DETAIL @ ROCK CLIMBING LEVEL 2D2

SCALE |  1 1/2" = 1'-0"AE513

SECTION DTL. @ JOGGING TRACK WOOD WALLA3

SCALE |  1 1/2" = 1'-0"AE513

SECTION @ GYM / QUIET FITNESS FLOORLINED4

SCALE |  1 1/2" = 1'-0"AE513

SECTION DETAIL @ QUIET FITNESS WALLB3

SCALE |  1 1/2" = 1'-0"AE513

SECTION DETAIL @ 3RD LVL. OFFICE WINDOW (TYP.)B4

SCALE |  1 1/2" = 1'-0"AE513

SECTION DETAIL @ EXCERCISE FLOOR ENTRYA4

SCALE |  1 1/2" = 1'-0"AE513

SECT. DETAIL @ RAQUETBALL FLOOR/WALLC3

SCALE |  1 1/2" = 1'-0"AE513

G.B. SOFFIT DETAIL @ STAIR #1D3

SCALE |  1 1/2" = 1'-0"AE513

3RD LEVEL FLOOR DTL.E2
SCALE |  1 1/2" = 1'-0"AE513

FIRE RATED  HEADER DTL.E3



LEVEL 1
100'-0"

S

4"
1'-

8"
3'-

0"
4"

2'-0" 2'-4" 6" 4"

4"

2'-
0"

1/2" x 3/4" ALUMINUM BARS W/ BRUSHED FINISH

1/2" x 3/43/4" DIA. COPPER PIPE

1/2" X 2" VERTICAL ALUMINUM PLATE W/ CLEAR
ANODIZED FINISH ANCHORED TO MTL STUDS

5/8" G.B ON 6" MTL STUDS - PNTD.

4"X4" PRECAST CONCRETE MANTLE W/ INSET ANGLE -
PNTD TO MATCH COLOR

7/8
"

7/8
"

1/2
"

LINEAR GAS FIREPLACE W/ DUAL PANE GLASS VIEWING
WINDOW - SEE FIREPLACE MFG. FOR FIREBOX DETAILING
- ON / OFF CONTROL @ CONTROL DESK.

PRECAST CONCRETE HEARTH

8" CMU GROUTED SOLID

CONCRETE WALL - SEE
STRUCTURAL DWGS.

2" 2'-8"

FIREPLACE VENT - SIZING PER FIREPLACE MFG.

GAS SUPPLY - SEE MECH. DWGS.

3/4" BULLNOSE

4" SOLID CMU

LEVEL 3
129'-0"

P

4"

6"

2'-
8"

8"
1/2" CLEAR ANODIZED ALUMINUM REVEAL
(TYP.)

5/8" G.B. ON 3 5/8" MTL. STUDS - PNTD.

STEEL CHANNEL - PNTD.  (TYP.)

STEEL BEAM W/ FIREPROOFING - SEE
STRUCT. DWGS.

MTL. GUARDRAIL - PNTD. W/ WOOD TOP RAIL
(TYP.)

FINISHES ON CONCRETE COMPOSITE SLAB

SUSPENDED 5/8" G.B. ON 3 5/8" MTL
STUDS - PNTD.

STEEL BENT PLATE - SEE STRUCT. DWGS.

LOWER LEVEL
86'-0"

5'-
0"

1 1
/2"

TILE FINISH ON 4" CMU
GROUTED SOLID -
(NOTE:  BRACE CMU
PRIOR TO CONC. POUR)

LIGHTWEIGHT
CONCRETE INFILL

2"

BENCH (W/ ROUNDED BULLNOSE ALL EXPOSED
EDGES & MITRERED CORNERS) ANCHORED @ 4'-0"

NEOPRENE W/ WD.
BACKER

BACKER ROD & SEALANT (TYP.)

2X4 W/ 3/8" DIA AB'S @ 4'-0" O.C.

3/4" PLYWOOD

3/4" PLYWOOD SUBSTRATE

LOCKERS

4"

5 1/2"
3'-6"

HARD WD. TRIM ON BLOCKING
MOUNTED TO TOP OF LOCKER

LIGHT FIXTURE ON TOP OF
LOCKERS - SEE ELECT. DWGS.

1/4"

4'-5"

TRTD. WOOD BLOCKING

LOWER LEVEL
86'-0"

5'-
0"

1'-
6"

1'-
4"

2"

FACE OF TILE
2'-3"

1"

TILE FINISH ON 4" CMU GROUTED SOLID -(NOTE:
BRACE CMU PRIOR TO CONC. POUR)

LIGHTWEIGHT
CONCRETE INFILL

BENCH (W/ ROUNDED BULLNOSE ALL EXPOSED
EDGES & MITRERED CORNERS) ANCHORED @ 4'-0"

NEOPRENE W/ WD. BACKER

BACKER ROD & SEALANT (TYP.)

2X4 W/ 3/8" DIA AB'S @ 4'-0" O.C.

3/4" PLYWOOD

3/4" PLYWOOD SUBSTRATE

LOCKERS

LIGHT FIXTURE - SEE ELECT. DWGS.

1'-1"

2"

8" CMU

AE514
E2

WOOD BLOCKING

GLASS FIN 1/2" T.
TEMPERED CLEAR
FLOAT GLASS WITH
POLISHED EDGES

3" X 3" X 1/4"
CHROMED STL. ANGLE

CHROME OR POWDER
COAT CAP NUT AND
WASHER (TYP.)

1/4" SPACER

MTL. SLEEVE/PLATE  SPACERS
AS PER GLASS  WALL MFG.

RECOMMENDATION.

VINYL GASKET

16 GA. MTL.
STUDS @ 16" O.C.

R.B. CRT T&G 13/16"
WALL PANEL

SOUND BATT INSUL.

CONT. 2X WD
NAILER

CHROME FINISHED
MTL. CHANNEL

BY GLASS WALL
MFG - SHIM LEVEL

5/8" G.B.

BACKER ROD &
SEALANT

GLASS WALL
SEE PLAN FOR FIN

LOCATIONS

1'-
4"

LEVEL 1
100'-0"

TRENCH DRAIN - SEE PLUMB. DWGS.

1/8" PER 12" SLOPED CONCRETE
SLAB - SEE STRUCT DWGS. FOR
DETAIL

STEEL BEAMS W/ FIREPROOFING -
SEE STRUCT. DWGS.

2"

WATERPROOF MEMBRANE
ADHEARED TO CONCRETE

LEVEL 2
115'-0"

6"

LED LIGHT FIXTURE

VENTED BASE

WOOD FLOORING IN
RECESSED CONC SLAB

5/8" G.B. ON 3 5/" MTL. STUDS

8"

(2) LAYERS 5/8" G.B. ON STAGGERED
6" MTL. STUDS IN 8" MTL RUNNER
W/ SOUND BATT INSULATION -
SOUND SEALANT TOP AND BOTTOM
OF WALL

MIRROR

SPORTS FLOORING UP WALL

2'-
0"

MIRROR

TREATED WD. BLOCKING

EL. 123'-0"

EL. 124'-4"

(2) LAYERS 5/8" G.B. ON
STAGGERED 6" MTL. STUDS IN
8" MTL RUNNER  W/ SOUND BATT
INSULATION - SOUND SEALANT
TOP AND BOTTOM OF WALL

LED LIGHT FIXTURE

5/8" G.B. ON 3 5/8" MTL. STUDS
MIRRORS

SUSPENDED G.B. CEILING

MTL. KNIFE EDGE

EL. 123'-8"

1'-5 3/4"

2'-0"

TREATED WD. BLOCKING

LEVEL 3
129'-0"

13.5

3'-
7"

4"

1'-0"
STAINED TONGUE & GROOVE
WOOD SIDING ON 3/4" PLYWOOD
ON 3 5/8" MTL. STUDS

TEMPERED GLASS RAILING
SYSTEM W/ BUTT GLAZED
PANELS

2" WOOD TOP RAIL

SEALANT ON BOTH SIDES

GLASS RAILING RECEIVER -
ANCHORED TO STL. PLATE

6 1/8"

TREATED WOOD
BLOCKING

STEEL BENT PLATE - CONFIRM
LOCATION W/ GLASS RAILING MFG.7"

3 1/4"

LOWER LEVEL
86'-0"

8"

TILE FINISH ON 4" CMU GROUTED SOLID -
(NOTE:  BRACE CMU PRIOR TO CONC. POUR)

LIGHTWEIGHT CONCRETE INFILL

2X4 W/ 3/8" DIA AB'S @ 4'-0" O.C.

TRTD. WOOD BLOCKING

5'-
10

"
4"

HARD WD. TRIM ON BLOCKING
MOUNTED TO TOP OF LOCKER

LIGHT FIXTURE ON TOP OF
LOCKERS - SEE ELECT. DWGS.

8" CMU

LOCKER

1'-4"

1 1
/2"

1/2
"

2"

4 3/4" 3/4"

3/4
"

HARDWOOD TRIM - STAIN 102 TRTD WD.
BLOCKING - PNT-67

3/4" PLYWOOD

LIGHT FIXTURE MNTD.
@ TOP OF LOCKER

4"

5 1/2" FACE OF LOCKER
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SCALE |  1 1/2" = 1'-0"AE514

SECTION DETAIL @ FIRE PLACEA4

SCALE |  1 1/2" = 1'-0"AE514

SECTION DETAIL @ TRACK @ FITNESSC2

SCALE |  1 1/2" = 1'-0"AE514

DOUBLE LOCKER BENCH DETAILA1

SCALE |  1 1/2" = 1'-0"AE514

SINGLE LOCKER BENCH DETAILC1

SCALE |  3" = 1'-0"AE514

RACQUETBALL FIN FLOOR DTL.D2

SCALE |  3" = 1'-0"AE514

RACQUETBALL WALL JAMB DTL.E5

SCALE |  1 1/2" = 1'-0"AE514

TRENCH DRAIN DETAILE1

SCALE |  1 1/2" = 1'-0"AE514

EXCERCISE ROOM #4 LIGHT COVE BASE DETAILC3

SCALE |  1 1/2" = 1'-0"AE514

EXCERCISE ROOM #4 LIGHT COVE T.O. WALLD3

SCALE |  1 1/2" = 1'-0"AE514

GLASS RAILING SECTION DETAILC5

SCALE |  1 1/2" = 1'-0"AE514

LOCKER WITHOUT BENCH SECTION DETAILA2

SCALE |  3" = 1'-0"AE514

LOCKER WOOD TRIM DETAILE2



LOWER LEVEL
86'-0"

1'-
6"

1'-4"

PORCELAIN TILE ON
CONCRETE (TYP.)

SEALANT (TYP.)

STAINED TONGUE &
GROOVE WOOD SIDING
ON 3/4" PLYWOOD W/
SHIMS ON CONCRETE
(TYP.)

PT BASE

4"

1/2
"

1'-2" 5/8"

2'-
4"

1'-
4 5

/8" #4 DOWELS @
18"O.C. - EPOXY W/
4" EMBED

(3) #4 X CONT.

CONC. WALL - SEE
STRUCT. DWGS.

LOWER LEVEL
86'-0"

12

DRAINAGE BOARD W/
FLUID APPLIED WATER
PROOFING ON CONCRETE
WALL - (TYP.)

CONCRETE SLAB OVER
VAPOR BARRIER OVER
GRAVEL FILL - (TYP.)

4'-
0"

SEE STRUCT FOR DIM
PERFORATED DRAIN
PIPE - SEE PLUMB.

WATER STOP IN KEY (TYP.)

CONCRETE FOUNDATION
WALL - SEE STRUCTURAL
DWGS. (TYP.)

AE515
A4

AE515
B4

LEVEL 2
115'-0"

1'-
6"

VARIES - SEE PLAN

STAINED TONGUE &
GROOVE SIDING ON
3/4" PLYWOOD ON 3 5/8"
MTL. STUDS

STAINED TONGUE &
GROOVE SIDING ON
3/4" PLYWOOD ON MTL.
STUDS

5/8" G.B. ON 3 5/8" MTL
STUDS W/ SOUND BATTS

TILE BASE - SEE SCHED.

6 1/2"

EL. 123'-0"

5/8" G.B. ON 3 5/8" MTL. STUDS

LIGHT COVE FIXTURE

STAINED TONGUE & GROOVE
WOOD SIDING ON 3/4" PLYWOOD
ON MTL STUDS

3 5/8" MTL. STUDS W/ SOUND BATTS

6"

18

EL. 96'-0"

SLOPED 5/8" IMPACT RESISTANT G.B.
ON 3 5/8" MTL. STUDS

8" CMU

S.S. CORNER GUARD

S.S. CORNER GUARD BEYOND

8" CMU BOND BEAM W/
BULLNOSE CORNER - SEE
STRUCT. DWGS FOR BRACING

MTL STUDS ANCHORED
TO TOP OF BOND BEAM

2"
2"

1'-2"

1 5/8"

18
5/8" IMPACT RESISTANT G.B. ON 6"
MTL. STUDS FLUSH W/ CMU FACE

8" CMU

 "L" SHAPED STAINLESS
STEEL REVEAL

EL. 96'-0"

S.S. CORNER GUARD BEYOND

8" CMU BOND BEAM W/
BULLNOSE CORNER - SEE
STRUCT. DWGS FOR BRACING

MTL STUDS ANCHORED TO TOP
OF BOND BEAM

1'-2"

1" 1'-1"

LEVEL 1
100'-0"

18

SCOREBOARD

VINYL IMAGE ON 5/8" IMPACT
RESISTANT G.B. ON 6" MTL. STUDS

VINYL IMAGE ON 5/8" IMPACT
RESISTANT G.B. ON 6" MTL. STUDS

1'-
0"

2'-
0"

1'-1"

TRTD. WD. BLOCKING - VERIFY
MOUNTING HEIGHT WITH
SCOREBAORD MFG.

PROVIDE ACCESS PANEL @
POWER AND SIGNAL CONNECTION
- VERIFY SIZE & LOCATION WITH
SCOREBOARD MFG.

6" STUD WALL POCKET FOR
MOUNTING OF SCOREBOARD -
VERIFY DEPTH OF POCKET WITH
SCOREBOARD MFG.

VERIFY
8"

1" S.S. CORNER GUARD AROUND
PERIMETER OF SCOREBOARD

LEVEL 1
100'-0"

Q C1
AE515

1'-
0"

2'-
0"

1'-10" 1'-4" 8'-0"

8"X8" HEAVY DUTY ACCESS PANEL FOR
POWER AND SIGNAL CONNECTION -
VERIFY LOCATION W/ SCOREBOARD MFG. -
VINYL IMAGE TO CONTINUE OVER ACCESS
PANEL - CUT FREE AFTER ADHEARING

SURFACE MOUNTED CLOCK W/ PROTECTIVE GUARD

7"

ELECTRONIC SCOREBOARD - VERIFY
DIMENSIONS W/ SCOREBOARD MFG.

2" S.S. REVEAL - SEE DETAIL8" CMU

4'-
0"

1" S.S. REVEAL AROUND SCOREBOARD

LEVEL 3
129'-0"

G

2'-
8"

4" BULLNOSE CMU TOP (TYP.)

5/8" G.B. ON 3 5/8" MTL STUDS

4" CMU (TYP.)

1'-0" 1'-0"

10" 10"

STEEL COLUMN W/
FIREPROOFING - SEE
STRUCTURAL DWGS.

CONCRETE COMPOSITE FLOOR
SLAB - SEE STRUCTURAL DWGS.

3"X3"X14 GA STL ANGLE
@ COL. - (TYP.)

1/2" CLEAR ANODIZED ALUMINUM
REVEAL (TYP.)

1'-8"

2'-0"

LEVEL 1
100'-0"

6

6"

STEEL CHANNEL - PNTD.

STEEL BENT PLATE

1/2" CLEAR ANODIZED
ALUMINUM REVEAL

8"

5/8" G.B. ON 3 5/8"
MTL. STUDS

8" CMU

4"" CMU

STEEL BEAM W/ FIREPROOFING
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SCALE |  1 1/2" = 1'-0"AE515

STAIR #1 BENCH DETAILA2
SCALE |  1 1/2" = 1'-0"AE515

ELEVATOR PIT SECTION DETAILA1
SCALE |  3/4" = 1'-0"AE515

CARDIO CANYON WOOD BENCHA3
SCALE |  1 1/2" = 1'-0"AE515

CARDIO CANYON WOOD BENCH DETAILA4

SCALE |  1 1/2" = 1'-0"AE515

CARDIO CANYON WD BENCH CLG. DTL.B4

SCALE |  1 1/2" = 1'-0"AE515

MAC WINDOW REVEAL DTL.B1
SCALE |  1 1/2" = 1'-0"AE515

MAC CMU/G.B REVEAL DTL.B2

SCALE |  1" = 1'-0"AE515

RECESSED SCOREBOARD DETAILC1
SCALE |  1/2" = 1'-0"AE515

MAC GYM CLOCK & SCOREBOARD ELEV.C2

SCALE |  1 1/2" = 1'-0"AE515

3RD LEVEL SECTION @ COLUMN BASE (TYP.)A5

SCALE |  1 1/2" = 1'-0"AE515

STAIR #1 SECTION @ COL. GRID 6B5
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SYSTEM

SPANDREL
INSULATION

SPRAY ON INSULATION

COLD FORMED
METAL FRAMING

GLASS�MAT GYPSUM
SHEATHING
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PANEL

SILICONE FLASHING
GLAZED IN

FLUID APPLIED AIR
BARRIER

RIGID INSULATION
(MINERAL WOOL)

3 
1/
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1/
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VERTICAL MULLION
EXTENSION WHERE OCCUR
� CAP BOTTOM TYP.

5"1/2"

WEEP HOLE

LEVEL 3
129' � 0"

SCHEDULED GLASS

SPANDREL

SPANDREL RIGID
INSULATION

3 5/8 FRAMING WITH
SPRAY ON INSULATION

ALUMINUM CURTAIN WALL
BUTT GLAZE MULLION

STOOL TRIM

FINISH FLOOR AND
BASE PER SCHEDULE
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2"

FORMED ALUMINUM
COPING

2" RIGID INSULATION

3 5/8" COLD FORMED
FRAMING

GLASS�MAT SHEATHING

ROOF MEMBRANE

FASTENING WITH
NEOPRENE GASK.

PROTECTION BOARD

TERMINATION BAR

INTEGRATED CURTAIN WALL ALUMINUM
EXTRUSION SOLAR SHADE

GLASS SPANDREL

SPRAY ON INSULATION

CONT. SEALANT

CONT. VAPOR
BARRIER

TERRACOTTA RAIN
SCREEN SYSTEM

RIGID INSULATION (MINERAL WOOL)

CONT. AIR BARRIER

BACKER ROD & SEALANT

ALUMINUM CURTAIN WALL SYSTEM

BATT INSULATION

8" COLD FORMED FRAMING

CONT. VAPOR RETARDER
OVERLAP W/ AIR BARRIER

GLASS�MAT GYPSUM SHEATHING

SILICONE FLASHING GLAZED IN

SEALANT

SUPPORT SYSTEM

DEEP COVER

STOOL TRIM

GYPSUM BOARD

'J' TRIM

ALIGN

1/2"

TERRACOTTA RAIN
SCREEN SYSTEM

RIGID INSULATION (MINERAL WOOL)

CONT. AIR BARRIER

BACKER ROD & SEALANT

ALUMINUM CURTAIN WALL SYSTEM

BATT INSULATION

8" COLD FORMED FRAMING

CONT. VAPOR RETARDER
OVERLAP W/ AIR BARRIER

GLASS�MAT GYPSUM SHEATHING

SILICONE FLASHING GLAZED IN

SEALANT

SUPPORT SYSTEM

ALUMINUM TRIM

ALUMINUM TRIM

GYPSUM BOARD

'J' TRIM

ALUMINUM CURTAIN
WALL SYSTEM

SPRAY ON INSULATION

1 5/8" COLD FORMED
METAL FRAMING

GLASS�MAT GYPSUM
SHEATHING

COMPOSITE METAL PANEL

GLAZED IN SILICONE
FLASHING

FLUID APPLIED AIR BARRIER

WEEP HOLE

3 
1/

2"
1/

2"

SCHEDULED GLASS

ALUMINUM ANCHOR

STEEL SUPPORT BRACKET
COLOR BY ARCHITECT

MULLION EXTENSION �
CAP BOTTOM

COMPOSITE METAL PANEL

VARIES

GYPSUM BOARD

COMPOSITE METAL PANEL

TUBE STEEL WIND GIRT
COLOR BE ARCHITECT

CAULKING

CURTAIN WALL
REF. TO WINDOW
SCHEDULE

ALUMINUM FINISH
CORNER TO
MATCH CURTAIN
WALL

BUTT GLAZE

SEALANT

REFER TO
 FLO

O
R PLAN

ALUMINUM CURTAIN
WALL SYSTEM

BACKER ROD AND
SEALANT

SILICONE FLASHING
GLAZED IN

BACKER ROD AND
SEALANT

CONCRETE WALL

CONT. SEALANT TYP.

ALUMINUM CURTAIN WALL
SYSTEM

SCHEDULED
GLAZING

SILICONE FLASHING
GLAZED IN

BACKER ROD AND
SEALANT

CONCRETE WALL

CONT. SEALANT TYP.

ZEE CLIP BEYOND

SPRAY ON INSULATION

GYPSUM BOARD

3 5/8" METAL STUD FURRING

ALUMINUM CLOSURE

3/
4"

3/4"

1"

ALUMINUM CURTAIN WALL
SYSTEM DOOR FRAME

DOOR PER
SCHEDULE

SILICONE FLASHING
GLAZED IN

BACKER ROD AND
SEALANT

CONCRETE WALL

CONT. SEALANT TYP.

ZEE CLIP BEYOND

SPRAY ON INSULATION

GYPSUM BOARD

3 5/8" METAL STUD FURRING

ALUMINUM CLOSURE

3/
4"

3/4"

ALUMINUM CURTAIN WALL
SYSTEM DOOR FRAME

DOOR PER
SCHEDULE

SILICONE FLASHING
GLAZED IN

BACKER ROD AND
SEALANT

CONCRETE WALL

CONT. SEALANT TYP.

ZEE CLIP BEYOND

SPRAY ON INSULATION

GYPSUM BOARD

3 5/8" METAL STUD FURRING

ALUMINUM CLOSURE

3/
4"

3/4"

INTERIOR ALUMINUM
CURTAIN WALL

1"
ALIGN

ALUMINUM CURTAIN WALL
SYSTEM

SCHEDULED
GLAZING

SILICONE FLASHING
GLAZED IN

BACKER ROD AND
SEALANT

CONCRETE WALL

CONT. SEALANT TYP.

SPRAY ON
INSULATION

GYPSUM BOARD

3 5/8" METAL STUD FRAMING

3/
4"

3/4"

1"

CONCRETE WALL

GLASS�MAT GYPSUM
SHEATHING

2" RIGID INSULATION
(MINERAL FIBER)

COMPOSITE METAL
PANEL SYSTEM

COULD FORMED
METAL FRAMING

1/2"

CONT. FLUID APPLIED
AIR BARRIER

ZEE CLIP

METAL STUD

CONT. SEALANT

COMPOSITE METAL

SILICONE FLASHING
GLAZED IN

ALUMINUM
CURTAIN WALL

SCHEDULE CEILING

1"

GLASS�MAT GYPSUM
SHEATHING

2" RIGID INSULATION
(MINERAL FIBER)

COMPOSITE METAL
PANEL SYSTEM

COULD FORMED
METAL FRAMING

CONT. FLUID APPLIED
AIR BARRIER

CONT. SEALANT

COMPOSITE METAL

SILICONE FLASHING
GLAZED IN

ALUMINUM
CURTAIN WALL

COMPOSITE METAL PANEL
CEILING

COLD FORMED
METAL FRAMING

COMPOSITE METAL
PANEL SYSTEM

3" RIGID INSULATION
(MINERAL WOOL)

CONT. AIR BARRIER

BACKER ROD & SEALANT

ALUMINUM CURTAIN WALL SYSTEM

BATT INSULATION

8" COLD FORMED FRAMING

CONT. VAPOR RETARDER
OVERLAP W/ AIR BARRIER

5/8" GYPSUM BOARD

GLASS�MAT GYPSUM SHEATHING

SILICONE FLASHING
GLAZED IN

ALIGN

CONT. SEALANT

STOOL TRIM

DEEP COVER

BACKER ROD
& SEALANT

FLASHING

CONT. AIR BARRIER

1/2" GLASS�MAT
GYPSUM SHEATHING

3" RIGID INSULATION
(MINERAL WOOL)

COMPOSITE METAL
PANEL SYSTEM

8" COLD FORMED
FRAMING

BATT INSULATION

VAPOR RETARDER

5/8" GYPSUM BOARD

ALUMINUM CURTAIN
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SCHEDULED CEILING

MOTORIZED ROLLER
SHADE WHERE OCCURS �
REFER TO RCP.

DRIP EDGE ANGLE TO
MATCH METAL PANEL
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CONT. SEALANT

WEEP HOLE

3" RIGID INSULATION
(MINERAL WOOL)

FLUID APPLIED CONT.
AIR BARRIER

BACKER ROD & SEALANT

ALUMINUM CURTAIN
WALL SYSTEM

BATT INSULATION

6"  COLD FORMED FRAMING

CONT. VAPOR RETARDER
OVERLAP W/ AIR BARRIER

GLASS�MAT GYPSUM
SHEATHING

SILICONE FLASHING
GLAZED IN

8" COLD FORMED FRAMING
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18 18.517.9

3" RIGID INSULATION
(MINERAL WOOL)

FLUID APPLIED CONT.
AIR BARRIER

BACKER ROD & SEALANT

ALUMINUM CURTAIN WALL SYSTEM

BATT INSULATION

CONT. VAPOR RETARDER
OVERLAP W/ AIR BARRIER

GLASS#MAT GYPSUM SHEATHING

SILICONE FLASHING GLAZED IN

SEALANT
8" COLD FORMED FRAMING

GYPSUM BOARD

ALUMINUM TRIM

SLOPED FACE COMPOSITE
METAL PANEL

METAL PANEL SUPPORT

18.5

3" RIGID INSULATION
(MINERAL WOOL)

FLUID APPLIED CONT.
AIR BARRIER

BACKER ROD & SEALANT

ALUMINUM CURTAIN WALL SYSTEM

BATT INSULATION

6"  COLD FORMED FRAMING

CONT. VAPOR RETARDER
OVERLAP W/ AIR BARRIER

GLASS#MAT GYPSUM SHEATHING

SILICONE FLASHING
GLAZED IN

SEALANT

8" COLD FORMED FRAMING

GYPSUM BOARD

ALUMINUM TRIM

SLOPED FACE COMPOSITE
METAL PANEL

METAL PANEL SUPPORT
1/2"1' # 4" VARIES

Y

10.5

ALUMINUM ANCHOR

CURTAIN WALL SYSTEM

METAL PANEL SYSTEM

3" RIGID INSULATION

TUBE STEEL

BATT INSULATION

ALUMINUM TRIM

CONT. BACKER ROD
AND SEALANT

ALUMINUM ANGLE

CONTINUOUS
AIR BARRIER

SILICONE
FLASHING

CURTAIN WALL
SUPPORT

RIGID INSULATION

STEEL BEAM

FIRE PROOFING

GYPSUM BOARD

WIND GIRT

WIND GIRT

10
 1

/2
"

ALIGN

STAINLESS STEEL SUPPORT

SILICONE FLASHING
GLAZED IN AND SEALED
TO AIR BARRIER

ALUMINUM ANGLE

CONTINUOUS
VAPOR BARRIER

SEALANT

BOLTS

1' # 7"

PERFORATED TERRACOTTA
RAIN SCREEN SYSTEM

TERRACOTTA SUPPORT

POST SCREEW

ANCHOR SUPPORTED BY
CURTAIN WALL SYSTEM

SILICONE FLASHING
GLAZED IN

ALUMINUM CLOSURE

CURTAIN WALL SYSTEM
INSIDE GLAZED

CURTAIN WALL SYSTEM

SCHEDULED GLAZING

ALUMINUM TRIM

SILL BELOW

SEALANT

EXTENSION MULLION

ALUMINUM CURTAIN WALL SYSTEM

SPANDREL GLAZING

CONT. CAULKING

SPANDREL INSULATION

SOUND ATTENUATION

SCHEDULED GLASS

SPANDREL

CURTAIN WALL
SUPPORT

SPANDREL RIGID
INSULATION

STEEL FRAMING WITH
SPRAY ON INSULATION

ALUMINUM CURTAIN WALL
BUTT GLAZE MULLION

FINISH FLOOR AND BASE PER
SCHEDULE

FIRE SAFING

CONCRETE SLAB
ON METAL DECK

TERRACOTTA RAIN
SCREEN SYSTEM

3" RIGID INSULATION
(MINERAL WOOL)

CONT. AIR BARRIER

BACKER ROD & SEALANT

ALUMINUM CURTAIN WALL SYSTEM

BATT INSULATION

CONT. VAPOR RETARDER
OVERLAP W/ AIR BARRIER

GLASS#MAT GYPSUM SHEATHING

SILICONE FLASHING GLAZED IN

SEALANT

TERRACOTTA
SUPPORT SYSTEM

1/
4"

1/
4"

8" COLD FORMED FRAMING

6" COLD FORMED FRAMING

TERRACOTTA

A
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N

TERRACOTTA SUPPORT

GYPSUM BOARD PAINT
EXPOSED FACE

1" 3"

EXTERIOR

5" RIGID INSULATION
(MINERAL WOOL)

FLUID APPLIED CONT.
AIR BARRIER

BACKER ROD & SEALANT

ALUMINUM CURTAIN WALL SYSTEM

BATT INSULATION

STEEL FURRING

CONT. VAPOR RETARDER
OVERLAP W/ AIR BARRIER

GLASS#MAT GYPSUM SHEATHING

SILICONE FLASHING GLAZED IN

SEALANT

CONCRETE WALL

6" COLD FORMED FRAMING

COMPOSITE METAL PANEL

A
L
IG

N

METAL PANEL SUPPORT

GYPSUM BOARD

ALUMINUM TRIM

COMPOSITE METAL PANEL

METAL PANEL SUPPORT

EXTERIOR

5" RIGID INSULATION
(MINERAL WOOL)

FLUID APPLIED CONT.
AIR BARRIER

BACKER ROD & SEALANT

ALUMINUM CURTAIN WALL SYSTEM

BATT INSULATION

FURRING

CONT. VAPOR RETARDER
OVERLAP W/ AIR BARRIER

GLASS#MAT GYPSUM SHEATHING

SILICONE FLASHING GLAZED IN

SEALANT

CONCRETE WALL

6" COLD FORMED FRAMING

COMPOSITE METAL PANEL

A
L
IG

N

METAL PANEL SUPPORT

GYPSUM BOARD

ALUMINUM TRIM

COMPOSITE METAL PANEL

METAL PANEL SUPPORT

5" RIGID INSULATION
(MINERAL WOOL)

FLUID APPLIED CONT.
AIR BARRIER

BACKER ROD & SEALANT

ALUMINUM CURTAIN WALL SYSTEM

BATT INSULATION

FURRING

CONT. VAPOR RETARDER
OVERLAP W/ AIR BARRIER

GLASS#MAT GYPSUM SHEATHING

SILICONE FLASHING GLAZED IN

SEALANT

CONCRETE WALL

6" COLD FORMED FRAMING

GYPSUM BOARD

ALUMINUM TRIM

COMPOSITE METAL PANEL

METAL PANEL SUPPORT

3" RIGID INSULATION
(MINERAL WOOL)

FLUID APPLIED CONT.
AIR BARRIER

BACKER ROD & SEALANT

ALUMINUM CURTAIN WALL SYSTEM

BATT INSULATION

8"  COLD FORMED FRAMING

CONT. VAPOR RETARDER
OVERLAP W/ AIR BARRIER

GLASS#MAT GYPSUM SHEATHING

SILICONE FLASHING GLAZED IN

SEALANT

6" COLD FORMED FRAMING

GYPSUM BOARD

ALUMINUM TRIM

COMPOSITE METAL PANEL

METAL PANEL SUPPORT

3" RIGID INSULATION
(MINERAL WOOL)

FLUID APPLIED CONT.
AIR BARRIER

BACKER ROD & SEALANT

ALUMINUM CURTAIN WALL SYSTEM

BATT INSULATION

8"  COLD FORMED FRAMING

CONT. VAPOR RETARDER
OVERLAP W/ AIR BARRIERGLASS#MAT GYPSUM SHEATHING

SILICONE FLASHING GLAZED IN

SEALANT

6" COLD FORMED FRAMING

GYPSUM BOARD

ALUMINUM TRIM TO MATCH
CURTAIN WALL

COMPOSITE METAL PANEL

METAL PANEL SUPPORT

EDGE ALIGN WITH PANEL EDGE ABOVE

3" RIGID INSULATION (MINERAL WOOL)

FLUID APPLIED CONT.
AIR BARRIER

ALUMINUM CURTAIN WALL SYSTEM

BATT INSULATION

8"  COLD FORMED FRAMING

CONT. VAPOR RETARDER
OVERLAP W/ AIR BARRIER

GLASS#MAT GYPSUM SHEATHING

SILICONE FLASHING GLAZED IN

CONT. SEALANT

GYPSUM BOARD

ALUMINUM TRIM TO MATCH
CURTAIN WALL

COMPOSITE METAL PANEL

1/2" 8 1/2"

3 
1/

2"
1/

2"

WIND GIRT ANCHOR

CONT. SEALANT

3" RIGID INSULATION (MINERAL WOOL)

FLUID APPLIED CONT. AIR BARRIER

ALUMINUM CURTAIN WALL SYSTEM

BATT INSULATION

8"  COLD FORMED FRAMING

CONT. VAPOR RETARDER
OVERLAP W/ AIR BARRIER

GLASS#MAT GYPSUM SHEATHING

SILICONE FLASHING GLAZED IN

CONT. SEALANT

GYPSUM BOARD

ALUMINUM TRIM TO MATCH
CURTAIN WALL

COMPOSITE METAL PANEL

2" RIGID INSULATION (MINERAL WOOL)

REVEAL BETWEEN CMU
AND GYPSUM BOARD TYP.

WIND GIRT ANCHOR

3 1/2"
1/2"
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FF

GLASS/ALUM. FRAME
SECTIONAL OVERHEAD DOOR

STOP MOLDING WEATHER SEAL

CONCRETE WALL

FF

CONCRETE WALL

 TOP WEATHER SEAL

 ALUM / GLASS OVERHEAD
DOOR

HEAD PLATE AND
TRACK ASSEMBLY BEYOND

FF

ALUM/GLASS  SECTIONAL
DOOR

BOTTOM WEATHERSTRIP

SLOPE  CONC.
THRESHOLD MIN
1/4" PER FOOT

SEE STRUCTURAL
DRAWINGS
FOR TOP OF WALL
CONDITION
AT SECTIONAL DOORS

SITE PAVING

18

GLASS/ALUM. FRAME
SECTIONAL OVERHEAD DOOR

SPRAY FOAM INSULATION

GYP. BD.

DOUBLE METAL  STUDS
AT JAMB

C6 X 13 WITH 1/4" X 10"
PLATE AT JAMB.  REFER
TO STRUCTURAL FOR CONNECTION

STOP MOLDING WEATHER SEAL

BACKROD AND SEALANT, TYP.

LEVEL 1
100' % 0"

18 GLASS/ALUM. FRAME
SECTIONAL OVERHEAD DOOR

THERMALLY BROKEN ALUM. SILL SET
IN FULL BED OF SEALANT

FLUID APPLIED WATERPROOFING FLASHING

FLUID APPLIED WATERPROOFING

HORIZONTAL PAVING
JOINT SEALANT

DRAINAGE/PROTECTION
BOARD

RECESSED STRUCTURE
SEE STRUCT. DRAWINGS

18

EL: 110' % 5 1/2"

20 GA. GALV. METAL FLASHING
CLOSURE

CONTINUOUS AIR BARRIER

COMPOSITE METAL PANEL
WALL SYSTEM

BACKER ROD & JOINT SEALANT

CONCRETE BEAM SEE
STRUCTURAL

BTM OF BEAM

COLD FORMED FRAME STUD

BATT INSULATION

STEEL CHANNEL AND PLATE  SEE
DETAIL B4/AE525

SPRAY FOAM INSULATION

GYP. BD.

GLASS/ ALUM. FRAME SECTIONAL
OVERHEAD DOOR

TOP WEATHER SEAL

HEAD PLATE AND TRACK
ASSEMBLY BEYOND

GLASS MAT SHEATHING

18 18.517.9

CONCRETE WALL

SPRAY FOAM INSTALLATION

ZEE CLIP BEYOND

GYP. BD.

DOOR PER SCHEDULE

ALUMINUM CURTAIN WALL
SYSTEM
DOOR FRAME WITH CUSTOM
SNAP COVER
EXTENSION

SPRAY FOAM INSULATION
TYP

BACKER ROD AND SEALANT

PERFORATED TERRACOTTA
RAINSCREEN SYSTEM

TERRACOTTA SUPPORT

POST SCREEW

ANCHOR SUPPORTED BY
CURTAIN WALL SYSTEM

SILICONE FLASHING
GLAZED IN

STOOL TRIM

CURTAIN WALL SYSTEM
INSIDE GLAZED

ALUMINUM TRIM TO
MATCH CURTAIN WALL

SEALANT

BATT INSULATION

RIGID INSULATION
(MINERAL FIBER)

TERRACOTTA RAINSCREEN
SYSTEM

CONT. AIR BARRIER

GYPSUM BOARD

CONT. AIR BARRIER

GLASS%MAT GYPSUM
SHEATHING

CONCRETE WALL
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SCALE |  3/8" = 1'-0"AE532

ELEVATOR #1 SECTIONA5
SCALE |  3/8" = 1'-0"AE532

STAIR #6 SECTIONA1
SCALE |  3/8" = 1'-0"AE532

STAIR #5 SECTIONA3



11" 1"

2"

2"

1'

VA
RIE

S

1"

1'

12" CHANNEL

STRING
ER

CLOSE ENDS

2" CONC. FILLED
TREADS

3 1/2" X 3 1/2" X 1/4" CLIP ANGLE W/ 5/8"Ø A.B.

14 GA  STL RISERS & SUB-TREADS

1 1/4" X 1 1/4" X 3/16" ANGLE BRACKET
WELD TO STRINGER, PAN AND RISER

NOTE: REFER TO FIN.
SCHED. FOR FINISHES

1'-8 1/4"

7 3
/4"

2'-0"

SECURE DIRECTLY TO WD. BLK AT
G.B. PARTITIONS

GROUT SOLID @ ANCHORS IN
CMU

1" STEEL RUNG @ 12"o.c. SET W/ CORNER
UPWARD

2 1/2" x 1/2" STL VERT. BAR WELD
TO ANGLE - GRIND SMOOTH &
PAINT

2 1/2" X 3" X 3/8" ANGLE FLOOR
BRACKET
8" x 4" x 3/8" STL ANGLE 3" WIDE WALL
BRACKET @ 6'-0"o.c.±

3 1
/2"

1 1/2"

2 1
/4"

RETURN RAIL ENDS TO WALL (TYP.)

1 1/2"Ø ALUM HANDRAIL

ATTACH MOUNTING PLATE TO WALL
USING (1) EXPANSION BOLT 7/16"
HOLE
PROVIDE WD. BLOCKING ANCHOR
TO MTL STUDS
GYP. BD.

2'
-1

0
" 
TO

 S
TA

IR
 N

O
SI

NG

3X4"X3/4" STEEL PICKET
- PNTD. (TYP.)

1 1/2"X1 1/2" STEEL
POSTS - PNTD. (TYP.)

MAX
4"

MAX
4"

1 3/4"

2 5/8"

2'-3"

3 1/8"

2"

2" DIAM. STEEL TOP RAIL - PNTD

3X4"X3/4" STEEL BAR
- PNTD. (TYP.)

(TY
P.)

3'-
7"

CONCRETE FILLED
METAL PAN (TYP.)

1 1/2" DIA. STEEL
HANDRAIL - PNTD. -
SUPPORTED @
VERTICAL POSTS (TYP.)

2'-10 3/4"

2'-
11

"

SCHLUTER-TREP-E NOSING EDGE

PERFORATED METAL RISER

PORCELAIN TILE FINISH ON
CONCRETE FILLED METAL PAN

4"
1/2

"VE
RIF

Y R
ISE

R D
IM

S
7"

2"
LEVEL 3

129'-0"

STEEL TUBE TO MATCH STRINGER - PNTD.

STEEL BENT PLATE - SEE STRUCTU. DWGS.

STEEL BEAM W/ FIREPROOFING -
SEE STRUCTURAL DWGS.

VARIES PER LANDING
6"

STEEL GUARDRAIL - PNTD.
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SCALE |  1 1/2" = 1'-0"AE533

TYPICAL PAN STAIR SECTION DETAILA1

SCALE |  1 1/2" = 1'-0"AE533

WALL LADDERB1

SCALE |  1 1/2" = 1'-0"AE533

HANDRAIL BRACKET - GYP BD WALLC1

SCALE |  1 1/2" = 1'-0"AE533

STAIR #'S 2-6 GUARDRAIL ELEVATIONA2

SCALE |  3" = 1'-0"AE533

STAIR #1 TREAD RISER DETAILB2

SCALE |  1 1/2" = 1'-0"AE533

STAIR #5 SECTION LANDING DTL.C2



#12 GA. VERT. HANGER WIRE @ 4'-
0"

3 TURNS MIN. IN 1
1/2" TYP.

45°

Z=ZICp Wp
WHERE Cp=0.3
Wp-TRIBUTARY AREA
X WEIGHT OF
CEILING ($# MIN)

CROSS RUNNER

F=ZICp WpSPLICE
MAIN RUNNER

45°

45°

45°
45°

2" MAX

TYP. SPLAY BRACING DETAIL - SUSPENDED CEILING SYSTEM

SEISMIC BRACING PIN
(OR EQ. 200LB. RESISTANCE)

HANGER WIRE

CROSS RUNNER

MAIN RUNNER

LOCKING CLIP TO FASTEN CROSS
RUNNER TO MAIN RUNNER

SPLICES AND INTERSECTIONS OF RUNNERS SHALL BE
ATTACHED WITH MECHANICAL INTERLOCKING
CONNECTORS SUCH AS POP RIVETS, SCREWS, PINS,
PLATES WITH BENT TABS, OR OTHER APPROVED
CONNECTORS FOR 2X DESIGN LOAD CRULTIMATE
AXIAL TENSION OR COMPRESSION (MINIMUM OF 200
POUNDS).

HANGER WIRE

NOT TO EXCEED 6'
SPLAY BRACE
WIRE

CROSS RUNNER

ACOUSTICAL PANEL
OR GB*MAIN RUNNER WALL

TRIMCONT. HORIZ. STRUT TO PREVENT SPREADING OF
RUNNERS

 . . 1/2"
8" MAX.

OR 1/4
LENGTH

SUSPENDED CEILING DETAIL AT WALL
HANGER WIRE ALLOW TENSION
     #12      170#
       11      225#
       10      300#

* NOTE: ATTACHED GB TO BOTTOM OF RUNNERS

2"

4"
VA

RIE
S -

 VE
RIF

Y

3"x3"x1/4" SUPPORT ANGLE

BOTTOM OF STEEL JOIST

1/2" HANGER ROD

C6x10.5 CONT. STL CHANNEL

5/8" G.B. CLG

MOUNTING BOLT ASSEMBLY AS
PROVIDED BY FABRICATOR

PILASTER CAP

LEVEL 2
115'-0"

CUT CANOE OR KAYAK  -
OF/OI - SUSPENDED W/
AIRCRAFT CABLES FROM
DECK ABOVE

NUT W/ WASHER - BLACK

FAUX WOOD BEAM

NUT W/ WASHER - BLACK

LIGHT FIXTURE ANCHORED
TO FAUX WOOD BEAM

DROP-IN ANCHOR - CONCRETE
FASTENER (TYP.)

WIRE LATERAL SEISMIC
BRACING - BOTH AXIAL
DIRECTIONS (TYP.)

3/4" THREADED ROD - PNTD.
FLAT BLACK

4"

WOOD BLOCKING @ ALL HANGING
CONNECTION POINTS & LIGHT
FIXTURE CONNECTIONS (TYP.) 5/8" G.B. ON BOTH SIDES ON 6"

MTL STUDS

5/8" G.B. ON 2 1/2" MTL STUDS

EXTEND 5/8" G.B. 4" ABOVE
ACOUSTICAL CEILING (TYP.)

ACOUSTICAL LAY-IN CEILING

8"

4"

EL. 139'-10 1/2"

2'X4' LIGHT FIXTURE

5/8" G.B. ON SUSPENDED 3 5/8"
MTL. STUDS

2"X4" LAY-IN WOOD PANELS (TYP.)

5 3
/8"

5 3
/8"

10
 1/

2"

EL. 140'-9 5/16"

EL. 139'-0"

EL. 140'-3 7/8"

TYPICAL PANEL IS A  ANGLED ON BOTH SIDES

2'-0"

2'-0"

2'-
0"

5/8" G.B. ON SUSPENDED 3 5/8"
MTL STUDS

8'-8" 8'-8"

EL. 141'-0"

EL. 139'-0"

TYPICAL PANEL IS A  ANGLED ON BOTH SIDES

13 13.5

EL. 110'-0" EL. 110'-0"

EL. 109'-4" 8"

8'-0"6'-0"

1'-4"

1'-0"

SLOPOED ACOUSTICAL LAY-IN CEILINGSLOPOED ACOUSTICAL LAY-IN CEILING

LIGHT FIXTURE

5/8" G.B. CEILING/SOFFIT

LIGHT FIXTURE

V

RECESSED DISPLAY LIGHTING

ALUMINUM "L" TRIMGB RECESS - PNT 67

WOOD SLAT WALL ON 3/4"
PLYWOOD ON 3 5/8" MTL. STUDS
WOOD SLAT WALL ON 3/4"
PLYWOOD ON 7/8" MTL. FURRING

5/8" G.B. CEILING

1'-8"

WOOD SLAT WALL  - (1)
HORIZONTAL PANEL HEIGHT

EL. 109'-0" 6"

9 1/8"

5'-3 3/8"

6"
V

EL. 108'-0"

EL. 109'-0"
3X8 FAUX WOOD BEAM

4X12 FAUX WOOD BEAM

SUSPENDED 5/8" G.B. CEILING ON MTL STUDS

WOOD SLAT WALL

LIGHT PENDANTS

EL. 110'-0"

5/8" G.B. ON 3 /4" PLYWOOD
ON 3 5/8" MTL. STUDS

THREADED ROD - SEE CONNECTION DETAIL - SEE SHEET AE540
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SCALE |  3/4" = 1'-0"AE540

TYPICAL CEILING BRACE DIAGRAMSE1

SCALE |  3" = 1'-0"AE540

CEILING HUNG TOILET PARTITIONE2

SCALE |  1 1/2" = 1'-0"AE540

FAUX WOOD SUPPORT DETAILA1
SCALE |  1 1/2" = 1'-0"AE540

CREDIT UNION CLG. CLOUD DTL.A2

SCALE |  1/2" = 1'-0"AE540

FITNESS CEILING @ MIDDLE OF CLOUD SECTION DETAILC1

SCALE |  1/2" = 1'-0"AE540

FITNESS CEILING CLOUD SECTION DETAILD1

SCALE |  1/2" = 1'-0"AE540

LAY-IN CEILING CLOUD SECTIONA3

SCALE |  1/2" = 1'-0"AE540

WOOD SOFFIT DETAILB2
SCALE |  1/2" = 1'-0"AE540

WOOD TRELLIS SECTION @ CONTROL DESK 155AB3

SCALE |AE540

CREDIT UNION TRELLIS 3DC2

3/4" THREADED ROD - PNT FLAT BLACK - WOOD BLOCKING @ CONNECTION

2" BRUSHED ALUMINUM PIPE  - WOOD BLOCKING @ CONNECTION

SCALE |AE540

ORP TRELLIS 3DC3

CONCEALED CONNECTION @ EACH  MEMBER OVERLAP

3/4" THREADED ROD HANGER - WOOD BLOCKING @ EACH HANGER

4"X12" FAUX WOOD BEAM 3"X8" FAUX WOOD BEAM



1 1/2"

8"
1'-

0"
1'-4"

4"

3/4"

1 1
/2"

3'-
5"

R 6"

1/4" P-LAM
DUST PANEL

SEALANT

1/4" P-LAM
DUST PANEL

3/4" THK P-LAM DIVIDER
PANELS @ 24" CENTERS

P-LAM EDGES (TYP)

BASE - SEE FIN.
SCHED.

P-LAM ON 3/4"
SUBSTRATE

3'-
4 1

/4"
2'-

8"

1/4
"

1 1
/2"

3'-
0 1

/4"
2"

1/4
"

1 1/2" 1'-3" 1/2"

1'-5 1/4"

4 1
/4"1" 1"

6'-
0 1

/4"

2 1
/2"

2'-
8 5

/8"
2 1

/2"

G.B. MTL EDGE TRIM

BACKER ROD & SEALANT (TYP.
AROUND PERIMETER)

1/8" ROUND OVER EDGE
(TYP)

GLASS RETENTION
CLIPS

OAK BULLNOSE

CABINET DOOR- 3/4" BIRCH
FRAME W/ CONCEALED
HINGES. RABBIT FRAME FOR
1/4" TEMP. GLASS LITE

1"

BASE - SEE FIN. SCHED.

3 5/8" MTL STUDS SUPPORT
W/ 1/2" PLYWOOD

1x4 FRAMING

INLAID FLAP LOCK

HOLES @ 1"o.c. FOR 7/32"Ø
x 1/2" LONG ZINC PLATED
STEEL PINS

3/4" P. LAM SHELVES -
ROUTE OUT GROOVE ON
BOTTOM OF SHELF TO
ACCEPT SST. SHELF PINS

BRUSHED ALUM. PULL

BLACK P.LAM 1/4" DUST
PANEL

NOTE:
CAB. INTERIOR AND ALL
EXPOSED EDGES TO BE
BLACK P.LAM

3 5/8" MTL STUDS @ 24"o.c. W/
5/8" G.B.

1'-
6" 

MA
X

2'-
3".

7"

ADJUSTABLE 1 1/2" DIA.
POPLAR WOOD BALLET
BAR

WELD UPRIGHT PIPES TO EMBEDDED
6"x6"x1/2" STL PLATE W/ 1/2" DIA STUD
BOLT UPRIGHT PIPES 4'-0"o.c.

ESCUTCHEON PLATE W/ SET
SCREWS (2 MIN)

WOOD FLOOR

RECESSED FLOOR SLAB

MIRROR - SEE ELEV. FOR
LOCATION

ELECT. DUPLEX (ROTATE SIDEWAYS)
SEE ELEC. DWGS

CONT. 3"x3"x1/4" STL. ANGLE W/ 3/8"
LAG SCREWS @ 32"o.c. MAX

SOLID SURFACE TOP, APRON &
BACKSPLASH

S.P.S. SUPPORT MAX SPACING: PROVIDE
HOR. 2"x4" @ TOP OF S.P.S. SUPPORT
ANCHORED TO STL. CHANNEL (WHERE
SHOWN IN ELEV.)

FACE OF FINISH WALL

2'
-1

0
"

6"
5"

3"
3"

1'-0"

3"

9 1/4"

VARIES 1"

8"

METAL LOCKERS SECURED TO
WALL W/ MASONRY ANCHORS

WALL, SEE PLAN

2x4 PLATE W/ 3/8" DIA
A.B.'s @ 4'-0"o.c.

BULLNOSE EDGE

FLOORING, SEE ELEV

1'-
4"

1/2
"1 1

/2"

1'-
6"

VARIES SEE SPEC 1" VARIES SEE SPEC 1" 1'-2"

4" CMU - GROUT FULL (NOTE: BRACE CMU PRIOR TO
CONC. POUR)

3"x6"x1/4" STL PL 1 1/2"Øx8"lONG STUD WELDED TO
SUPPORT TUBE & CENTERED IN CONC.

CONC. TO BE POURED IN TWO LIFTS

1 1/4" FLATHEAD SCREWS (COUNTERSINK) - (3)
EACH SIDE OF STL PLATE

CUT SOLID CMU CAP

2x4 PL W/ 3/8"Ø A.B.'s @ 4'-0"o.c.

ON 2x14 WD BENCH (W/ ROUNDED
BULLNOSE ALL EXPOSED EDGES &
MITERED CORNERS) ON 12"Lx6"Wx1/2"
GALV. STL PL. WELDED TO 2 1/2"x2 1/2"
GALV. STL. SUPPORT TUBE W/ END CAP @
6'-0"o.c. MAX (ALL EDGES GROUND
SMOOTH).

SLOPING TOP

METAL LOCKERS SECURED TO WALL W/ MASONRY
ANCHORS

7"±

1'-
4"

1/2
"1 1

/2"

1'-
6"

1" VARIES SEE SPEC 1" 1'-2"

4" CMU - GROUT FULL (NOTE: BRACE CMU PRIOR TO
CONC. POUR)

3"x6"x1/4" STL PL 1 1/2"Øx8"lONG STUD WELDED TO
SUPPORT TUBE & CENTERED IN CONC.

CONC. TO BE POURED IN TWO LIFTS

1 1/4" FLATHEAD SCREWS (COUNTERSINK) - (3)
EACH SIDE OF STL PLATE

CUT SOLID CMU CAP

2x4 PL W/ 3/8"Ø A.B.'s @ 4'-0"o.c.

ON 2x14 WD BENCH (W/ ROUNDED
BULLNOSE ALL EXPOSED EDGES &
MITERED CORNERS) ON 12"Lx6"Wx1/2"
GALV. STL PL. WELDED TO 2 1/2"x2 1/2"
GALV. STL. SUPPORT TUBE W/ END CAP @
6'-0"o.c. MAX (ALL EDGES GROUND
SMOOTH).
NOTE: FOR H.C. BENCHES, EXTEND
CONSTRUCTION 1'-0" AND EXTEND SUPPORT
TUBE 4" INTO BLOCK WALL (SEE PLAN FOR
LOCATIONS)

SLOPING TOP

METAL LOCKERS SECURED TO WALL W/ MASONRY
ANCHORS

1'-0" 1"

AT H.C. LOCATIONS ONLY GROUT FIRST THREE
COURSES FULL & EXTEND SUPPORT 4" INTO BLOCK
WALL

WALL LINE

7" 
±

RACQUETBALL COURT T&G
PANEL (TYP)

SAFE KEEPING BOX MTD FLUSH
W/ PLAYING SURFACE USING
SCREWS THROUGH SIDES OF
BOX. PRE-DRILL HOLES INTO
PARTICLE BD & MTL FURRING
CHANNELS

SEE PLAN

1'-
0"

3'-
6"

3"

3"
3"

4"

3"

2" 2"

3'-2"

3/4" 2'-7 1/4" 3/4" 1 1/2"

WD. STRETCHERS @ 24"o.c.

BASE (TYP)

3/4" PLAM BASE UNIT WITH DOOR &
ADJUSTABLE SHELF ON METAL
BRACKETS AND STANDARDS

3:" WOOD HALF ROUND

3/4" PLAM COUNTERTOP ON 2x6
WOOD FRAME @ 16"o.c.

2" THICK FOAM MAT, SEE SPECS

3/4" PLAM BACK ON 2x WOOD FRAME

HARDWOOD EDGE

2'-
0".

MIRROR - SEE ELEVATIONS

SCHLUTER RO 125 EP W/ SST FINISH
& PREFABRICATED INSIDE & OUTSIDE
CORNERS

SPECIAL SPORTS FLOORING
WRAPPED UP WALL & GLUED TO
SURFACE

CMU WALL (SEE PLAN)

SPECIAL SPORTS FLOORING

1'-
0"

3'-
6"

3" 1'-2 1/2"

3"
3"

4"

4'-
0"

2" 2"

3'-2"

3/4" 2'-8" 3/4" 1 1/2"

WD. STRETCHERS @ 24"o.c.

BASE (TYP)

3/4" PLAM BASE UNIT WITH DRAWER,
DOOR & ADJUSTABLE SHELF ON
METAL BRACKETS AND STANDARDS

WASTE RECEPTACLE BY OWNER. VERIFY
COUNTER OPENING SIZE

3:" WOOD HALF ROUND

3/4" PLAM COUNTERTOP ON 2x6
WOOD FRAME @ 16"o.c.

FOAM MAT BEYOND

3/4" PLAM BACK ON 2x WOOD FRAME

ELEC. DUPLEX (SEE ELECT)

HARDWOOD EDGE

3"

FLOOR SLAB

GROUT COURSES SOLID AS SHOWN

FINISH FLOOR

3/16" X 3" SELF-TAPPING CONCRETE
SCREW -  2/SIDE & 3 ALONG BACK

SOLID SURFACING ON 3/4" PLYWD SUBSTR
SEALANT FILLET - CONT AT PERIM.

SOLID SURFACE APRON

1/4" CHAMFERED
EDGE

1'-
6"

2'-0"

1 1/2"

2 X 4 FIRE TRT'D WD BLK'G -
TYP FRONT, SIDES & BACK

4" CMU

3/16" X 3" SELF-TAPPING CONCRETE SCREW
- COUNTERSUNK - 3 ALONG FRONT

CMU PARTITION

5"

NOTE:  DETAIL APPLIES WHERE THERE IS A CMU PARTITION ALONG ONE SIDE.  AT THE OPEN
SIDE, PROVIDE 4" CMU, BLOCKING, AND NOSING DETAIL SIMILAR TO FRONT OF BENCH AS
INDICATED BY THE CIRCLED PORTION OF THIS DETAIL.
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SCALE |  1 1/2" = 1'-0"AE550

AEROBIC STORAGE 1E1

SCALE |  1" = 1'-0"AE550

AUDIO CABINET - WOOD - GYPBD WALLD1

SCALE |  1 1/2" = 1'-0"AE550

BALLET BAR - FLOORE2

SCALE |  1 1/2" = 1'-0"AE550

GROOMING SHELF - SOLID RESINC1

SCALE |  1 1/2" = 1'-0"AE550

LOCKER BASE - FLOOR MOUNTEDB1

SCALE |  1 1/2" = 1'-0"AE550

LOCKER BENCHD3
SCALE |  1 1/2" = 1'-0"AE550

LOCKER BENCH WALLD4

SCALE |  3" = 1'-0"AE550

RACQUETBALL SAFE BOXD2

SCALE |  1 1/2" = 1'-0"AE550

TAPING TABLE W/ DOORSB2

SCALE |  3" = 1'-0"AE550

SSF WAINSCOT - METAL CAPA1

SCALE |  1 1/2" = 1'-0"AE550

TAPING TABLE W/ TRASH BINB3

SCALE |  1 1/2" = 1'-0"AE550

ACCESSIBLE BENCHD5
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RECESSED
LIGHT FIXTURE,
TYP.

PLAM SIDE
BEYOND

2" PLAM SHELF

GYP BD SOFFIT
ABOVE W/ LIGHT
FIXTURE

CMU BEYOND

ADJ. PLAM SHELF

1'-4"

1'-0"

1'-0"

1'-0 3/8"

RECESSED
LIGHT FIXTURE,
TYP.

PLAM SIDE
BEYOND

2" PLAM SHELF

CMU BEYOND

ADJ. PLAM SHELF

2'-
0"

1'-
0"

1'-
2"

1'-
2"

1'-
10
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2'-

6"
4"

1'-0"

1'-0 3/8"

RECESSED
LIGHT FIXTURE,
TYP.

PLAM CABINET

3 1
/2"

2'-
2 1

/2"
4"

1'-4"

ADJ PLAM SHELF

3 3/4"

ARTIFICIAL PLANTING BY TENANT

PLAM ON 3/4" PLYWOOD

CMU BEYOND

LIGHT FIXTURE

ADJ. PLAM SHELF

1'-
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 3/
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SCALE |  1 1/2" = 1'-0"AE551

CU CASEWORK OFFICESC1
SCALE |  1 1/2" = 1'-0"AE551

CU CABINET LOUNGEC3
SCALE |  1 1/2" = 1'-0"AE551

CU CASEWORK OFFICE 2C2
SCALE |  1 1/2" = 1'-0"AE551

CU CASEWORK LOUNGE 2C4
SCALE |  1 1/2" = 1'-0"AE551

CU CASEWORK TELLERSC5
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ER

(MIN)
9 1/2" INSIDE BOX DIM

2'-
0" 

INS
IDE

 BO
X D

IM

VARIES (SEE PLAN) 1/4"

LINTEL AS REQ'D (MASONRY
WALL)

SEE FLR PLANS FOR
LOCATIONS OF FULLY-
RECESSED F.E.C.
(R.O.=10 1/2" X 25" VER.)

BLOCKING AS REQ'D.

5'-0
" T

O F
LO

OR

INSIDE DIM.
6"

SQUARE EDGES TYP.

FI
R

E 
EX

TI
N

G
U

IS
H

ER

(MIN)
9 1/2" INSIDE BOX DIM

2'-
0" 

INS
IDE

 BO
X D

IM

INSIDE DIM.
6"

VARIES (SEE PLAN) 2 1/2"

LINTEL AS REQ'D (MASONRY
WALL)

NOTE: G.C. TO GLUE 2"T.
RIGID INSUL. ON BACK OF CAB.
WHERE CAB. OCCURS IN EXT.
WALL

SEE FLR PLANS FOR
LOCATIONS OF SEMI-
RECESSED F.E.C.
(R.O.=10 1/2" X 25" VER.)

BLOCKING AS REQ'D.

5'-0
" T

O F
LO

OR

10
" (V

ER
IFY

 W
/ M

FG
)

VERIFY OPNG

(PER FLR PL. MFG)

2 1
/2"

4"

WD FLOOR

VAPOR BARRIER

VERIFY INSERT INSIDE DIAMETER W/
STANDARD MFG

COVER PLATE

SOLID WD BLOCKING @ FLOOR INSERT
LOCATIONS

THICKEN CONC. SLAB AS REQ'D AT SLEEVES
SEE STRUCT. DWGS

PLAN VIEW

SECTION VIEW

(PER FLR PL MFG)

2 1
/2"

SE
E S

TR
UC

T

COVER PLATE

ELEC. OUTLET - HOLD 3/8" ABOVE
CONC. FLR

WD. FLOOR

VAPOR BARRIER

SECTION

PLAN VIEW

3/8
"

2 1
/2"

DOOR FRAME BEYOND
FLOOR FINISH (SEE FINISH SCHD)
WOOD FLOOR (SEE FINISH SCHD)

FLAT COVER PLATE (GF-25 BY
BALCO INC) BY WOOD  FLOOR MFR

FASTEN AS PER MFR
RECOMMENDATIONS (ONE SIDE ONLY)

SOLID WD BLOCKING @ DOORWAY

VAPOR BARRIER

CONC SLAB (SEE STRCT)

2"

2"

VENTED COVED BASE

EXPANSION SPACE

STRIP MAPLE FLOORING

(2) LAYERS 15/32" APA SHEETING

RESILIANT ISOLATOR PAD

RECESSED CONC. SLAB
VAPOR BARRIER

MOP BASIN- SEE
PLUMBING

SEALANT @ WALLS

FRP WAINSCOT AROUND MOP
BASIN @ "WR" TYPE GYP. BD.
WALLS

WALL LINE

SE
E S

CH
ED

.

3'-4
" A

BO
VE

 BA
SIN

S.S. SHELVING W/ MOP & BROOM
HOLDERS - SEE SCHEDULE

CENTER ON MOP BASIN

4"

8" 
VE

RIF
Y

3'

2'

#4 BENT BARS @
16"o.c.

(4) #4 BARS CONT.

SLOPE TO DRAIN

WALL FIN. SEE FIN. SCHEDULE

3" 1" 8 1/2" 1"

NOTE:
SEE PLUMBING DWGS. FOR DRAIN
LOCATION AND TYPE

1 1
/4"

3" 
TO

 5"
VA

RIE
S

FLOOR FIN. SEE FIN.
SCHEDULE

REMOVABLE ALUM.
GRATE W/ ANGLE
SUPPORTS

#4 BENT BARS @
16"o.c.

(4) #4 BARS CONT.

SLOPE TO DRAIN

CMU WALL - SEE P-TYPES

4" 1'-0"

NOTE:
SEE PLUMBING DWGS. FOR DRAIN
LOCATION AND TYPE

VA
RIE

S
0" 

TO
 12

"

1 1
/2"

CONC. CANT

6" CONC. HOUSEKEEPING PAD
AT LAUNDRY TRENCH

IMMERSION PROOF COATING
AT CURBE WELL

WASH MACHINE- VERIFY SIZE
WITH OWNER PRIOR TO
POURING PAD

1'

HEAD SIM.

JAMB

SILL

CMU WALL - SEE P-
TYPES

1 1/4"x1 1/4"x1/4" STL
ANGLE FRAME - ATTACH
TO 3" STL ANGLE

1"x1/8" VERT. STL BARS @ 1"±
o.c. W/ CROSS BARS @ 4"o.c.
PAINT GRILLE- SEE COLOR
SCHEDULE

CMU WALL BASE

8"

1 1/4"x3"x1/4" STL ANGLE -
SECURE TO WALL. PAINT
BLACK

3"x2"x1/4" VERT. STL
TUB - CENTER IN
OPNG. PAINT BLACK.

SE
E P

LA
N &

 EL
EV

 FO
R O

PN
G 

SIZ
ES

TO EDGE OF WD FLR - SEE PLAN

SCHLUTER EDGE
STRIP

FINISH - SEE
FINISH SCHEDULE

1/2" GLASS WALL
SEE SPECS

1/2" GLASS SUPPORT FIN - SEE
SPECS

3" X 3" X 1/4" CHROME OR POWDER
COATED STL. ANGLE

1" X 1" X1/8" RECESSED MTL. CHANNEL
ON SHIMS NO CHANNEL @ DOOR -

VERIFY W/ MFG.

WOOD FLOORING

VERIFY FLR. RECESS
W/ FLOOR MFG.

CHROME FASTENERS BY  GLASS WALL
MFG. (# OF FASTENERS PER MFG .)

RECESSED CONC. SLAB

MTL. SLEEVE/PLATE SPACERS AS PER GLASS
WALL MFG. RECOMMENDATION.

1 1
/2"

PER MFG.
18" N.T.S.
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SCALE |  1 1/2" = 1'-0"AE552

FIRE EQUIPMENT CAB-RECESSED (FR-F.E.C.)E1
SCALE |  1 1/2" = 1'-0"AE552

FIRE EQUIPMENT CAB-SEMI RECESSED (SR-F.E.C.)E2
SCALE |  1 1/2" = 1'-0"AE552

FLOOR INSERT - WOODE3
SCALE |  1 1/2" = 1'-0"AE552

GYM FLOOR ELECTRICE4
SCALE |  3" = 1'-0"AE552

GYM FLOOR TRANSITIONE5

SCALE |  6" = 1'-0"AE552

GYM FLOOR WALL VENTD1

SCALE |  1 1/2" = 1'-0"AE552

MOP SINKC1

SCALE |  1 1/2" = 1'-0"AE552

TRENCH DRAIN - SHOWERD2
SCALE |  1 1/2" = 1'-0"AE552

TRENCH DRAIN - WASHERD3

SCALE |  1 1/2" = 1'-0"AE552

STEEL GRILLE LOUVER PROTECTIONC2

SCALE |  3" = 1'-0"AE552

RACQUETBALL FIN BASEA1



ROOM DESIGNATION

DETAIL REFERENCE

SECTION REFERENCE 1
A1.01

SIM

1

A101

SIM

PARTITION TYPE KEY

DETAIL NUMBER

SHEET NUMBER

DETAIL NUMBER

SHEET NUMBER

ROOM NUMBER

INTERIOR ELEVATION REFERENCE

AL-XFRAME TYPE DESIGNATION

SEE PARTITION TYPES
KEY FOR MORE
INFORMATION.

DOOR NUMBER

MB412
MARKER BOARDS /
CHALKBOARDS / TACKBOARDS

HEIGHT IN FEET WIDTH IN
FEET

A7.01 5

REVISION DESIGNATION

A1TOILET ACCESSORY DESIGNATION

FLUORESCENT LIGHT FIXTURES

2x4

2x2

1x4

SUPPY AIR DIFFUSERS

RETURN AIR GRILLES

4'-0" EXPOSED

NOTE:
SEE ELECTRICAL DRAWINGS FOR LIGHTING FIXTURE SCHEDULE.
SEE MECHANICAL DRAWINGS FOR DIFFUSER SCHEDULE.

G131

FIRE RATING

PREFERRED FULLY RECESSED
SPRINKLER HEAD LOCATIONS

PREFERRED VERTICAL
SURFACE SPRINKLER
HEAD LOCATION

SPECIAL PENDANT LIGHTING
FIXTURES

DOWN LIGHTING

ROOM NAME
101

DOOR SCHEDULE

NUMBER

WIDTH

LEAF 1 LEAF 2 HEIGHT

1000

1005

1010

3'-0" 7'-0"

3'-0"

3'-0"

DOOR SCHEDULES
DOOR WIDTHS WILL BE LISTED BY LEAF SIZE. A SINGLE DOOR WILL ONLY HAVE
ONE LEAF. A PAIR OF DOORS WITH HAVE A SECOND LEAF SIZE LISTED, UNLESS
OTHERWISE NOTED.

3'-0"

2'-0"

7'-0"

7'-0"

UNEVEN PAIR OF DOORS
PAIR OF DOORS
SINGLE DOOR

10
0

0

TYPE INDICATOR

LOCKER TYPES SINGLE TIER

DOUBLE TIER

TRIPLE TIER

EARTH

GRAVEL

CONCRETE

BRICK

CONCRETE BLOCK

RUBBLE

CUT STONE, PRECAST

STEEL

WOOD

SOLID POLYMER FABRICATION

BATT INSULATION

RIGID INSULATION

CARPET

GYPSUM WALLBOARD

BRICK ELEVATION

STACKED BOND OR SCORED
CMU

GLASS

SHINGLE ROOF

SHAKE ROOF

STONE

BLOCKING

PLYWOOD

FIRE PROOFING

EXISTING CONSTRUCTION

PARTITION TYPES KEY
Partition types are identified with the following system:
  • Each partition has a Category, Configuration and possible Variation(s).
  • The first letter indicates the Category the partition belongs to.
  • The remaining indicates the Configuration.
  • Variations to the partition are listed below.

Not every Category or Variation listed may be used on this project.
Categories may be used in combination in some instances.

CATEGORY CONFIGURATION VARIATIONS

MATERIAL
KEY MATERIAL DESCRIPTION

LAYERS OF GB
(CORR. SIDE) MATERIAL WIDTH

LAYERS OF GB
(INT. SIDE)

G Gypsum Board and Metal Stud Partition

Gypsum Board to be 5/8" Type "X" unless
otherwise noted.

1
2
3
4

1
2

22
3
4
5
6
7
8
9

1 5/8" Metal Stud
2 1/2" Metal Stud
2 1/2" Metal Stud (Double)
3 5/8" Metal Stud
4" Metal Stud
not used
6" Metal Stud
7/8" Hat Channel
8" Metal Stud
Z-Furring (see detail for depth)

0
1
2
3
4

C Concrete Masonry Unit Partition 04
06
08
10
12

4" Nom. Thickness
6" Nom. Thickness
8" Nom. Thickness
10" Nom. Thickness
12" Nom. Thickness

R Racquetball Court Panel 1   1 1/8" Panel
2   13/16" Panel

2
4
6
8

2 1/2" Metal Stud
4" Metal Stud
6" Metal Stud
8" Metal Stud

A   Partition extends 4" MIN or One block course above ceiling
C   Glass-Fiber Reinforced Cement Board where exposed to moisture or ceramic
tile.
F1  1 Hour Fire Rated
F2  2 Hour Fire Rated
F3  3 Hour Fire Rated
G   Glazed CMU. See Specs.
N   Fill Cells of CMU with Sand
P   Plumbing Chase Configuration
S   Sound Attenuation Blankets
U   Partition to Extend to Underside of Ceiling
W  Water Restiant GB

Additional Notes:
1. All GB in toilet rooms and janitor closets to be Water Resistant (W) except as
noted.
2. All Fire Rated Partitions (F1, F2, F3) are to be constructed in accordance with
appropriate UL Assembly.
3. All GB Partitions with Sound Attenuations Blanket (S) are to be sealed top and
bottom.
4. All Partitions to be Braced. See Details & Specs
5. All Partitions extend to structure above unless otherwise noted.

PARTITION CATEGORY

CONFIGURATION

VARIATION(s)

C08
F2

(1) LAYER 5/8" G.B.

1 5/8" MTL STUDS

PUBLIC SIDE

2 1/4"

G110

(1) LAYER 5/8" G.B.

3 5/8" MTL STUDS

PUBLIC SIDE

G130

4 1/4"

(1) LAYER 5/8" G.B. EACH
SIDE

3 5/8" MTL STUDS

U.L. DES. U419
G131

4 7/8"

G131
F1

(1) LAYER 5/8" G.B.
EA. SIDE

6" MTL STUDS

PUBLIC SIDE

G161

7 1/4"

4" (NOM) CMU

3 5/8"

C04

6" (NOM) CMU

5 5/8"

C06

8" (NOM) CMU

7 5/8"

C08
2 HOUR RATING
U.L. #U905 OR U906
(ONLY WHERE INDICATED AS
A VARIATION)

(1) LAYER 5/8" G.B.
EA. SIDE

8" MTL STUDS

PUBLIC SIDE

G181

9 1/4"

(1) LAYER 13/16"
PANEL

6" MTL STUDS

PUBLIC SIDE

R62

6 7/8"

(2) LAYER 5/8"
G.B.

6" MTL STUDS

PUBLIC SIDE

G260

7 1/4"

(2) LAYER 5/8" G.B.
EA. SIDE

6" MTL STUDS

PUBLIC SIDE

G262

8 1/2"

(2) LAYER 5/8" G.B.

3 5/8" MTL STUDS

PUBLIC SIDE

G230

4 7/8"

(2) LAYERS 5/8" G.B.

3 5/8" MTL STUDS

IF TYPE X G.B.
2 HOUR RATING
U.L. DES. U419

G231

5 1/2"

(1) LAYER 5/8" G.B.

(1) LAYER 5/8" G.B.

6" MTL STUDS

PUBLIC SIDE

G160

6 5/8"

(1) LAYER 5/8" G.B.

1 5/8" MTL STUDS

PUBLIC SIDE

G120

2 1/4"

(1) LAYER 5/8" G.B.

2 1/2" MTL C-H STUDS

(1) LAYER 1" SHAFT LINER

3 1/8"

S21

(1) LAYER 5/8" G.B.

4" MTL C-H STUDS

(1) LAYER 1" SHAFT LINER

4 5/8"

S41

(2) LAYER 5/8" G.B.

4" MTL C-H STUDS

(1) LAYER 1" SHAFT LINER

5 1/4"

S42

(2) LAYER 5/8" G.B.
EA. SIDE

6" MTL STUDS
STAGGERED

PUBLIC SIDE

G2662

10 1/2"

1 1/2"

(1) LAYER 5/8" G.B.

7/8" FURRING
CHANNELS

PUBLIC SIDE

G170

13/16" R.B.
SIDE/REAR PANEL

2 1/2" MTL STUDS

R22

3 3/4"

(1) LAYER 3/4" FIRE-RESISTANCE
TRT'D PLYWD

4" MTL STUDS

PUBLIC SIDE

P140

4 3/4"
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FINISH SCHEDULE

NUMBER ROOM NAME
FLOOR BASE WALL CEILING

REMARKSFINISH COLOR MATERIAL COLOR MATERIAL FINISH COLOR MATERIAL FINISH COLOR

LEVEL 2
200 LOBBY PT/ST 1/11,14 PTB 2 GB PNT-L 60 AB-22/GB PRF/PNT-L 80/62 F
200M TOILET PT 3 PTB 6 GB PNT-L/PT/GL

T
60/4,5/15 GB PNT-L 62 A, C

200P WET CUSTODIAL CONC/SC-PS * N * GB-WR PNT-E/FRP 60 EXPD N * L
201E DATA CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
201F ELECTRICAL CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
210 CORRIDOR PT/ST 1/11,14 PTB/CMU-GF 2/52 CMU-GF/MTL/GL/G

B
PRF/PRF/PR
F/PNT-L

51/*/*/60 AB-22/GB PRF/PNT-L 80/62 F, R

212 CHER AMI PT 1 PTB/CMU-GF 2/52 CMU-GF/GL PRF/PRF 51/* AB-22/GB PRF/PNT-L 80/62 F, R
215 3 COURT GYMNASIUM WD-P * VRB/CMU-GF */52 CMU-GF/MTL/GB/W

D
PRF/PRF/PN
T-L/STN

50/*/60,67,57
,58,59/102

EXPD PNT-WDF 62 I, Q, R, AA

215A GYM. STORAGE CONC/SC-PS * N * CONC/CMU PNT-L 60 EXPD N * N
220 CORRIDOR PT/ST 1/11,14 PTB/CMU-GF 2/52 CMU-GF/GB PRF/PNT-L/

GLT
51/60/15 AB-22/GB PRF/PNT-L 80/62 F, R

222 GYM. STORAGE CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
234 MEN'S TOILET PT 1 PT 1 GB-WR PT/GLT/PNT

-L
1,2/15/60 GB-WR PNT-L 62 A, HH, LL

235 FITNESS CENTER SSF-T 103,104,105 SSF-T 103,104,105 CMU-GF/GB/WD PRF/PNT-L/
STN

50,52/60,67/
102

AB-22/GB PRF/PNT-L 80/62 F, R, DD

235A QUIET FITNESS SSF-T 104 RB 41 GB/MTL/TC PNT-L/PRF/
PRF

60/*/* AB-22/GB PRF/PNT-L 80/62 R

235B STORAGE CONC/SC-PS * N * GB/CONC PNT-L 60/60 EXPD N *
235C WET CUSTODIAL CONC/SC-PS * N * GB-WR PNT-E/FRP 60/* EXPD N * L
235D STORAGE CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
236 WOMEN'S TOILET PT 1 PT 1 GB-WR PT/GLT/PNT

-L
1,2/15/60 GB-WR PNT-L 62 A, HH, LL

240 RECEPTION WD-V 21 RB 40 GB PNT-L 60,61 AB-22 PRF 80 G
240A OFFICE CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
240B OFFICE CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
240C OFFICE CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
240D WORK ROOM CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
240E WORK ROOM WD-V 21 RB 40 GB PNT-L 60 AB-22 PRF 80
240F MASSAGE WD-V 21 RB 40 GB WC-V/GLT 90/15 AB-22 PRF 80 E
240G PT WD-V 21 RB 40 GB PNT-L 60 AB-22 PRF 80
240H HALLWAY WD-V 21 RB 40 GB PNT-L 60 AB-22 PRF 80
250 CORRIDOR PT 1 PTB 2 GB/WD PNT-L/PRF 57,58,59,67/

102
GB PNT-L 60,57,58,59 R, GG

250A CORRIDOR PT 1 PTB 2 GB PNT-L 60 AB-22/GB PRF/PNT-L 80/62
255 EXERCISE ROOM 1 WD-A * VRB * GB PNT-L 60,67,59 AB-22/GB PRF/PNT-L 80/60, 67 R, GG
265 EXERCISE ROOM 2 WD-A * VRB * GB PNT-L 60, 67,57 AB-22/GB PRF/PNT-L 80/60, 67 R, GG
275 EXCERCISE ROOM 4 WD-A * VRB * GB PNT-L 60 AB-22/GB PRF/PNT-L 80/60,69 R, GG
285 EXERCISE ROOM 3 WD-A * VRB * GB PNT-L 60, 67, 68 AB-22/GB PRF/PNT-L 80/60, 67 R, GG
299A STAIR #1 PT 1 PTB 2 CONC PNT-L 60 GB PNT-L 62 V, LL
299B STAIR #2 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 62 W
299C STAIR #3 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 62 W
299D STAIR #4 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 62 W
299E STAIR #5 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 62 W
299F STAIR #6 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 62 W

LEVEL 3
300 LOBBY / VENDING PT/ST 1/11,14 CMU-GF/PTB 52/2 GB PNT-L/GLT 60/15 AB-22/GB PRF/PNT-L 80/62 F, N
300H TOILET PT 3 PTB 6 GB PNT-L/PT/GL

T
60/4,5/15 GB PNT-L 62 C

300K WET CUSTODIAL CONC/SC-PS * N * GB-WR PNT-E/FRP 60/* EXPD N * L
300N TOILET PT 3 PTB 6 GB PNT-L/PT/GL

T
60/4,5/15 GB PNT-L 62 C

301D DATA CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
301F ELECTRICAL CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
301G ELEVATOR EQUIPMENT CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
305 STRETCHING SSF-P 106 RB 41 GB PNT-L 60 AB-22/GB PRF/PNT-L 80/62
307 WET CUSTODIAL CONC/SC-PS * N * GB PNT-L/PWP 60/* EXPD N *
310 FITNESS SSF-P 106 RB 41 GB PNT-L 60 EXPD/GB PNT-WDF 62 I
315 JOGGING TRACK SSF-P 106,107 RB 41 GB PNT-L 60 EXPD/GB PNT-WDF 62 I, BB
315A STORAGE PT 4 PTB 6 GB PNT-L/PT 60/4,5 GB-WR PNT-E 62 C
320 FITNESS SSF-P 106 RB 41 GB PNT-L 60 EXPD PNT-E 62
340 LOBBY CPT-T 30 RB 40 GB PNT-L 60 AB-22/GB PRF/PNT-L 80/62
340C CONFERENCE ROOM CPT-T 30 RB 40 GB PNT-L 60 AB-22/GB PRF/PNT-L 80/62
340F STAFF CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
341 OFFICE CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
343 OFFICE CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
345 OFFICE CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
347 OFFICE CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
349 OFFICE CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
350 BREAK ROOM WD-V 21 RB 40 GB PNT-L 60 AB-22 PRF 80
351 OFFICE CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80 G
353 HALLWAY CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
355 DIRECTOR OFFICE CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
360 WORK ROOM CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
360A STORAGE CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80 G
370 CORRIDOR SSF-P 106 RB 41 GB PNT-L 60 AB-22 PRF 80
399A STAIR #1 PT 1 PTB 2 CONC PNT-L 60 GB PNT-L 60 V, LL
399B STAIR #2 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 60 W
399C STAIR #3 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 60 W
399D STAIR #4 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 60 W
399E STAIR #5 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 60 W
399F STAIR #6 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 60 W

Roof 4
400 PENTHOUSE CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
499 STAIR #4 CONC/SC-PS * N * GB PNT-L 60 EXPD N *
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LOWER LEVEL
5 LOBBY PT/ST 1/11,14 CMU-GF 52 CMU-GF PRF 50 AB-22 PRF 80 F
5B VENDING PT/ST 1/11,14 CMU-GF 52 CMU-GF PRF 50 AB-22 PRF 80 F
6 IM OFFICE VET 20 RB 41 CMU-S PNT-L 60 AB-22 PRF 80
7 MAIN DATA CONC/SC-PS * RB 41 CMU PNT-L 60 EXPD N *
10 CORRIDOR PT/ST 1/11,14 CMU-GF 52 CMU-GF/GB PRF/PNT-L/

GLT
50/64/15 AB-22/GB PRF/PNT-L 80/62 F, K, R, N

10B CORRIDOR PT/ST 1/11,14 CMU-GF 52 CMU-GF/GB PRF/PNT-L 50/64 AB-22/GB PRF/PNT-L 80/62 F
10C CORRIDOR PT 1 CMU-GF 52 CMU-GF/GB PRF/PNT-L/

GLT
50/64/15 AB-22/GB PRF/PNT-L 80/61,64,67 F, GG, R, N

10D VESTIBULE CONC/SC-PS * RB 41 CMU PNT-L 60 EXPD N *
10F MAIN ELECTRIC CONC/SC-PS * RB 41 CMU PNT-L 60 EXPD N *
10J CRS STORAGE CONC/SC-PS * N * CMU PNT-L 60 EXPD N *
10K CUSTODIAL CONC/SC-PS * N * CMU PNT-E 60 AB-22 PRF 80
10M MECHANICAL CONC/SC-PS * N * CMU/CONC PNT-E 60 EXPD N *
10N MECHANICAL CONC/SC-PS * N * CMU/CONC PNT-E 60 EXPD N *
11 HALLWAY PT/ST 1/11,14 CMU-GF 52 CMU-GF PRF 50 AB-22 PRF 80 F
11E ELEVATOR#1 PT 3 N * SST PRF * SST PRF *
20 CORRIDOR PT/ST 1/11,14 CMU-GF 52 CMU-GF PRF 50 AB-22/GB PRF/PNT-L 80/58,59,64,

67
F, GG

21 ISSUE  DESK CONC/SC-PS * RB 41 CMU-GF PRF 50 AB-22/GB PRF/PNT-L 80/67 G
22 ISSUE STORAGE CONC/SC-PS * RB 41 CMU PNT-L 60 EXPD PNT-L 62 G
24 LAUNDRY CONC/SC-PS * RB 41 CMU PNT-L 60 EXPD PNT-L 62 G
25 LOUNGE WD-V 21 RB 40 CMU-S PNT-L 60 AB-22 PRF 80
25A COMPUTER WD-V 21 RB 40 CMU-S PNT-L 60 AB-22 PRF 80 M, JJ
25B BREAK WD-V 21 RB 40 CMU-S PNT-L 60 AB-22/GB PRF/PNT-L 80/62 G
25C STUDY WD-V 21 RB 40 CMU-S PNT-L 60 AB-22 PRF 80 M
25D STAFF WD-V 21 RB 40 CMU-S PNT-L 60 AB-22 PRF 80 K
25E CHANGING ROOM PT 4 PTB 6 CMU-S PNT-L/PT 60/4,5 PLAS/GB PRF/PNT-E */62 O
40 NATATORIUM CT/ST/CONC-

STN
7,8,9,10/11/5

4
CMU-G 53 CMU-GF PRF/GLT 50/15 EXPD/AP SC-E/PRF 62/91,92,93 F, H, I, N

40A OFFICE PT 4 PTB 6 CMU-S PNT-E 60 AB-22MR PRF 81
40B FIRST AID PT 4 PTB 6 CMU-S PNT-E 60 AB-22MR PRF 81 G
40C CHANGING PT 4 PTB 6 CMU PT/PNT-E/G

LT
4,5/60/15 PLAS PRF * C

40D CHANGING PT 4 PTB 6 CMU PT/PNT-E/G
LT

4,5/60/15 PLAS PRF * C

40F STORAGE CONC/SC-PS * N * CMU/CONC PNT-E 60 EXPD N *
40J WET CUSTODIAL CONC/SC-PS * RB 41 CMU PNT-L 60 EXPD N *
40S OUTDOOR STORAGE CONC/SC-PS * N * CONC PNT-E 60 EXPD N *
41 WOMEN'S LOCKER PT 3,4 PTB 6 CMU-GF PRF/PT/GLT 50,52/4,5/15 GB/AB-22MR PNT-L/PRF 61,62/81 C, J, P
41S WOMEN'S SHOWER PT 3 PTB 6 CMU PT/GLT 4,5/15 PLAS PRF * C, J
41T WOMEN'S TOILET PT 3 PTB 6 CMU-GF PRF/PT/GLT 50/4,5/15 GB-WR PNT-E 62 A, C, J
42 COMBATIVES WD-A * VRB * CMU-S PNT-L 60 AB-22/EXPD PRF/PNT-L 80/69 Q
44 RACQUETBALL COURT WD-R * VRB * CMU PWP * GB PNT-E 62
45 CORRIDOR CONC/SC-PS * RB 41 CMU PNT-L 60 AB-22 PRF 80
45A CRS STORAGE/

MAINTENANCE
CONC/SC-PS * N * CMU PNT-E 60 EXPD N *

45B POOL EQUIPMENT CONC/SC-PS * N * CMU PNT-E 60 EXPD N *
45C POOL SERVICE CONC/SC-PS * N * CONC PNT-E 60 EXPD N *
46 RACQUETBALL COURT WD-R * VRB * CMU PWP * GB PNT-E 62
47 MEN'S LOCKER PT 3,4 PTB 6 CMU-GF PRF/PT/GLT 50,52/4,5/15 GB/AB-22MR PNT-L/PRF 61,62/81 C, J, P
47S MEN'S SHOWER PT 3 PTB 6 CMU PT/GLT 4,5/15 PLAS PRF * C, J
47T MEN'S TOILET PT 3 PTB 6 CMU-GF PRF/PT/GLT 50/4,5/15 GB-WR PNT-E 62 A, C, J
55 MAC GYM SSF-T 108 CMU-GF 52 CMU-GF/GB-HI/WD PRF/PNT-L/

PRF
51,52/60,63/

102
EXPD PNT-WDF 62 I, R, S, X

60 RECEPTION CPT-T 30 RB 40 CMU-S PNT-L 59,60 AB-22 PRF 80 G, U, Z
60A TRAINING ROOM VET 20 RB 41 CMU-S PNT-L 60 AB-22 PRF 80 G, Z
60B EXAM VET 20 RB 41 CMU-S PNT-L 60 AB-22 PRF 80 G
60C HYDROTHERAPY PT 3 PTB 6 CMU-S PNT-L/PT 60/4,5 AB-22 PRF 80 D,G, Z
65 GENERAL STORAGE CONC/SC-PS * RB 41 CMU PNT-L 60 EXPD N *
65A MAC STORAGE CONC/SC-PS * RB 41 CMU PNT-L 60 EXPD N *
75 ROCK CLIMBING SSF-T 109 RB 41 PRF PRF - EXPD PNT-E 62
75A SERVICE COUNTER SSF-T 109 RB 41 CMU-S PNT-L 60 GB PNT-L 62 G
75B CLIMB SEATING PT 1 PTB/CMU-GF 2/52 CMU-GF PRF 50 GB/AB-22 PNT-L/PRF 62/80 F, Q, KK
85 MECHANICAL CONC/SC-PS * RB 41 CMU PNT-L 60 EXPD N *
99A STAIR #1 PT 1 CMU-GF/PTB 52/2 CMU-GF PRF 50 GB PNT-L 62 V, LL
99B STAIR #2 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 62 W
99C STAIR #3 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 62 W
99D STAIR #4 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 62 W
99E STAIR #6 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 62 W
99F STAIR #5 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 62 W

LEVEL 1
100 LOBBY PT/ST 1/11,14 CMU-GF/PTB 52/2 CMU-GF PRF 50,51 AB-22/GB PRF/PNT-L 80/62,67 F, R, GG
100A VESTIBULE CPT-T 31 N * GL * * MTL PRF *
100B LOBBY PT/ST 1/11,14 CMU-GF/PTB 52/2 GB/MTL PNT-L/PRF 67/* AB-22/GB PRF/PNT-L 80/62 F, R
100C CONCOURSE PT/ST 1/11,14 CMU-GF/PTB 52/2 CMU-GF PRF 50,51 AB-22/GB PRF/PNT-L 80/62, 64, 67 F, R, GG
100D CONCOURSE PT/ST 1/11,14 CMU-GF/PTB 52/2 CMU-GF/GB/MTL PRF/PNT-L/

PRF
50,51/67/* AB-22/GB PRF/PNT-L 80/62, 64, 67 F, R, GG

100E DATA CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
100F CORRIDOR PT 1 PTB 2 GB/GL PNT-L/PRF/

GLT
60/*/15 AB-22/GB PRF/PNT-L 80/62, 64, 67 GG, N

100G CORRIDOR CONC/SC-PS * RB 41 GB PNT-L 60 AB-22 PRF 80
100H VESTIBULE CPT-T 31 CMU-GF 52 CONC/GL PNT-L/* 60/* GB PNT-E 62
100J VESTIBULE CPT-T 31 PTB 2 GL/MTL PRF/PRF */* GB PNT-E 62
100L WOMEN'S TOILET PT 1 PT 1 GB-WR PT/GLT/PNT

-L
1,2/15/60 GB-WR PNT-L 62 A, HH, LL

100M MEN'S TOILET PT 1 PT 1 GB-WR PT/GLT/PNT
-L

1,2/15/60 GB-WR PNT-L 62 A, HH, LL

100N VESTIBULE CPT-T 31 PTB 2 CONC/MTL PNT-L/PRF 60/* MTL PRF *
100P WET CUSTODIAL CONC/SC-PS * RB 41 GB-WR PNT-E/FRP 60/* EXPD N * L
100Q RETAIL STORAGE CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
101 CONTROL PT 1 PTB 2 GB PNT-L 67 AB-22/GB PRF/PNT-L 80/62, 67 A, GG, LL
104 ELECT. CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
105 JUICE BAR PT 1 PTB 2 GB PT 4 AB-22 PRF 80 LL
106 OFFICE CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
108 OFFICE CPT-T 30 RB 40 GB PNT-L 60 AB-22 PRF 80
111 QUEUING AREA PT/ST/CPT-T 1/14/30 PTB/CMU-GF 2/52 GB/CMU-GF PNT-L/PRF 56,60,64/50 AB-22/GB/WD-T PRF/PNT-L

/PRF
82/62/* CC

112 TELLERS PT/ST/CPT-T 1/14/30 PTB 2 GB PNT-L 60 GB/WD-T PNT-L/PRF 62/* CC
113 LOUNGE PT/ST/CPT-T 1/14/30 PTB/CMU-GF 2/52 GB/CMU-GF PNT-L/PRF 60, 64/50 WD-T/GB/AB-22 PRF/PNT-L

/PRF
*/62/82 CC

114 OFFICE 1 PT/ST/CPT-T 1/14/30 PTB 2 GB/CMU-GF PNT-L/PRF 60/50 AB-22 PRF 80 CC
115 OFFICE 2 PT/ST/CPT-T 1/14/30 PTB 2 GB/CMU-GF PNT-L/PRF 60,62/50 AB-22 PRF 80 CC
115S DRY CUSTODIAL CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
116 DATA / ELECTRICAL CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
117 CAFE PT 1 PT 4 GB PT/PNT-L 4/67 GB/WD-T PNT-L/PRF 67/* LL
117A KITCHEN PT 1 PT 4 GB PT 4 AB-22MR PRF 81 LL
120 MECHANICAL CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
145 CLASSROOM VET 20 RB 40 CMU-S/GB PNT-L 60 AB-22 PRF 80
145A STORAGE CONC/SC-PS * N * CONC PNT-L 60 AB-22 PRF 80
150 LOBBY CONC-ST 54 CMU-GF 52 CMU-GF PRF 50,51 EXPD/GB PNT-E/PNT

-E
62/62

155 OUTDOOR RECREATION
STORAGE

CONC-BF * RB 41 CMU PNT-L 60 EXPD N *

155A CONTROL DESK CONC-ST 54 CMU-GF 52 CMU-GF PRF 50 GB/WD-T PNT-L/* 62/* G
155B OFFICE CPT-T 30 RB 40 CMU PNT-L 60 AB-22 PRF 80
155C OFFICE CPT-T 30 RB 40 CMU PNT-L 60 AB-22 PRF 80
155D STORAGE-01 CONC/SC-PS * N * CMU/GB/CHL PNT-L 60 EXPD N *
155E STORAGE-02 CONC/SC-PS * N * GB/CHL PNT-L 60 EXPD N *
155F BIKE CONC/SC-PS * RB 41 GB PNT-L 60 EXPD PNT-L 62
155G REPAIR CONC/SC-PS * RB 41 CMU PNT-L 60 EXPD PNT-L 62
155H OFFICE CPT-T 30 RB 40 CMU PNT-L 60 AB-22 PRF 80
155J WORK CONC/SC-PS * RB 40 CMU PNT-L 60 EXPD PNT-L 62 G
155K TOILET PT 1 PT 1 CMU PNT-L/PT/GL

T
60/1,2/15 GB-WR PNT-E 62 HH

155L LAUNDRY CONC/SC-PS * RB 41 CMU PNT-L 60 AB-22MR PRF 81 G
155M PREP CONC/SC-PS * RB 41 CMU PNT-L 60 AB-22MR PRF 81 G
197 CHEMICAL STORAGE CONC/SC-PS * N * CMU/CONC PNT-L 60 EXPD N *
198 GROUNDS MAINT. CONC/SC-PS * RB 41 GB PNT-L 60 EXPD N *
198B CHEMICAL CONC/SC-PS * N * CMU/CONC PNT-L 60 EXPD N *
199A STAIR #1 PT 1 PTB 2 * PNT-L 60 GB PNT-L 62 V, LL
199B STAIR #2 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 62 W
199C STAIR #3 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 62 W
199D STAIR #4 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 62 W
199E STAIR #5 CONC/SC-PS * RB 41 CONC PNT-L 60 EXPD PNT-L 62 W
199F STAIR #6 CONC/SC-PS * RB 41 CONC PNT-L 60 GB PNT-L 62 W

TRANSITION SCHEDULE

TRANSITIONS MANUFACTURER STYLE FINISH
CPT TO PT SCHULTER RENO-TK BRUSHED STAINLESS STEEL
CPT TO CONC JOHNSONITE CTA-15-J CABERNET
CPT TO VET JOHNSONITE CTA-15-H CABERNET

PT TO CONC SCHULTER RENO RAMP - 2.5" BRUSHED STAINLESS STEEL
PT TP VET SCHULTER RENO-U BRUSHED STAINLESS STEEL
PT TO SSF SCHULTER RENO-TK BRUSHED STAINLESS STEEL
PT TO WD SEE SPEC PER WD MANUFACTURER
ALL TRANSITION HEIGHTS TO  BE FIELD VERIFIED BY INSTALLER
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LOWER LEVEL
118 MEN'S TOILET PT 3 PTB 6 CMU-GF */PT/GLT 50/4,5/15 GB-WR PNT-E 62 A, C
119 MEN'S LOCKER ROOM PT 3,4 PTB 6 CMU-GF */PT/GLT 50,52/4,5/15 GB/AB-22MR PNT-L/PRF 61, 62/81 C, J, P
121 MEN'S SHOWER PT 3 PTB 6 CMU PT/GLT 4/15 PLAS PRF * C
125 WOMEN'S TOILET PT 3 PTB 6 CMU-GF */PT/GLT 50/4,5/15 GB-WR PNT-E 62 A, C
126 WOMEN'S LOCKER ROOM PT 3,4 PTB 6 CMU-GF */PT/GLT 50,52/4,5/15 GB/AB-22MR PNT-L/PRF 61, 62/81 C, J, P
127 WOMEN'S SHOWER PT 3 PTB 6 CMU PT/GLT 4/15 PLAS PRF * C
128 NATATORIUM STORAGE CONC/SC-PS * N * CMU PNT-L 60 EXPD N *
129 POOL MECHANICAL ROOM CONC/SC-PS * N * CMU PNT-L 60 EXPD N *
130 CRS STORAGE CONC/SC-PS * N * CMU PNT-L 60 EXPD N *
131 NATATORIUM MECHANICAL

ROOM
CONC/SC-PS * N * CMU PNT-L 60 EXPD N *

132 NATATORIUM/  50 METER
POOL

CT/ST/CONC-
STN

7,8,9,10/11/5
4

CMU-G 53 CMU-GF PRF 50 EXPD/AP SC-E/PRF 62/91,92,93 F, H, I

F IN IS H  S C H E D U L E  -  A L T E R N A T E  # 3

N U M B E R R O O M  N A M E

F L O O R B A S E W A L L C E IL IN G

R E M A R K SF IN IS H C O L O R M A T E R IA L C O L O R M A T E R IA L F IN IS H C O L O R M A T E R IA L F IN IS H C O L O R

LEVEL 1
100K VESTIBULE PT 1 PTB 2 CMU/GL PNT-L/PRF 60/* GB/AB-22 PNT-L/PRF 62/80

LEVEL 3
300A VESTIBULE PT 1 PTB 2 CMU/GL PNT-L/PRF 60/* GB/AB-22 PNT-L/PRF 62/80
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COLOR + MATERIAL LEGEND

# MANUFACTURER TYPE / FINISH NUMBER COLOR SIZE NOTES
PORCELAIN TILE (PT)
1 DAL TILE SAN MICHELE S141 DORATO - VEIN CUT 12" X 24" X 3/8" GROUT:  LATICRETE 24

NATURAL GRAY

2 DAL TILE SAN MICHELE P-43C9 DORATO 3" X 12" GROUT:  LATICRETE 24
NATURAL GRAY

3 FLORIDA TILE QUARTEZ - 36 PIECE MOSAIC (2 X 2) FT126003/M122 CORNERSTONE 12" X 12" (2"
MOSAIC)

GROUT:  LATICRETE 24
NATURAL GRAY

4 FLORIDA TILE QUARTEZ - FIREPLACE MOSAIC FT126003/FP12 CORNERSTONE 12" X 12" GROUT:  LATICRETE 24
NATURAL GRAY

5 FLORIDA TILE QUARTEZ - BULLNOSE P43N9 CORNERSTONE 3" X 12" GROUT:  LATICRETE 24
NATURAL GRAY

6 FLORIDA TILE QUARTEZ - COVE BASE P36C9 CORNERSTONE 6" X 12" GROUT:  LATICRETE 24
NATURAL GRAY

CERAMIC TILE (CT)
7 AMERICAN OLEAN UNGLAZED MOSAIC TILE A25 ICE WHITE 2" X 2" GROUT:  LATICRETE 18

SAUTERNE

8 AMERICAN OLEAN UNGLAZED MOSAIC TILE A24 ALMOND 2" X 2" GROUT:  LATICRETE 18
SAUTERNE

9 AMERICAN OLEAN UNGLAZED MOSAIC TILE A80 CHILI PEPPER 2" X 2" GROUT:  LATICRETE 54 DUSTY
ROSE

10 AMERICAN OLEAN UNGLAZED MOSAIC TILE A42 CINNABAR 2" X 2" GROUT:  LATICRETE 46 QUARRY
RED

STONE TILE (ST)

11 ROCA ROCK-ART JULIANO MOSAIC STONE FMV199T621 TEJA 12" X 12" CONTACT: JENNIFER COX
1-314-517-7584 GROUT:
LATICRETE 24 NATURAL GRAY

12 ROCA ROCK-ART TEODOSIO BORDER FMV19JE621 TEJA 3" X 12" CONTACT: JENNIFER COX
1-314-517-7584 GROUT:
LATICRETE 24 NATURAL GRAY

14 GLOBAL GRANITE & MARBLE LIMESTONE N/A VOGUE BROWN BRUSHED 3" X CONTACT: JENNIFER COX
1-314-517-7584 GROUT:
LATICRETE 24 NATURAL GRAY

GLASS TILE (GLT)
15 DAL TILE SONTERRA COLLECTION SR7811MS1P SR78 TERRACOTTA 1" X 1" (SHEETS 12"

X 12")
GROUT:  LATICRETE 46 QUARRY
RED

VINYL ENHANCED TILE (VET)
20 AZROCK AZTERRA AT101 MARBLED 12" X 12" X 1/8"

WOOD VINYL  (WD-V)
21 MANNINGTON NATURE'S PATHS N/A HERITAGE CHERRY NATURAL 6" X 36"

CARPET TILE (CPT-T)
30 TANDUS ABSTRACTION 03590 PRIMARY RED 79003 24" X 24" INSTALL RANDOM

31 LEE'S CARPET STEP UP DD763/MM013 524 SUNDANCE 24" X 24" MONOLITHIC

RUBBER BASE (RB)
40 JOHNSONITE RUBBER BASE - 4" COVE 15 CABERNET 4" H
41 JOHNSONITE RUBBER BASE - 4" COVE 186 MOUSI 4" H

42 JOHNSONITE RUBBER BASE - 4" STRAIGHT 40 BLACK 4" H

CONCRETE MASONRY UNIT-GROUND FACE (CMU-GF)
50 TRENWYTH TRENDSTONE N/A SOUTHWEST GOLD LIGHTEST
51 TRENWYTH TRENDSTONE N/A DESERT YELLOW MEDIUM

52 TRENWYTH TRENDSTONE N/A BLACK MOUNTAIN DARK
CONCRTRE MASONRY UNIT -GLAZED BLOCK (CMU-G)
53 TRENWTH ASTA GLAZE N/A PEANUT BRITTLE NATATORIUM

CONCRETE SYSTEM - STAINED (CONC-ST)

54 SCOFIELD SYSTEMS LITHOCHROME - FRACTURED SLATE
TEXTURE

AYR-29/A29 TERRA COTTA/TERRA COTTA FRAC

PAINT (PNT)
56 BENJAMIN MOORE REFER TO SPECIFICATIONS 2080-10 RASBERRY TRUFFLE
57 SHERWIN WILLIAMS REFER TO SPECIFICATIONS SW 6682 JUNE DAY ACCENT - YELLOW
58 SHERWIN WILLIAMS REFER TO SPECIFICATIONS SW 6649 TANGO ACCENT - LT. ORANGE
59 SHERWIN WILLIAMS REFER TO SPECIFICATIONS SW 6628 ROBUST ORANGE ACCENT - DK. ORANGE

60 PITTSBURGH PAINTS REFER TO SPECIFICATIONS 511-3 ABBEY WHITE GENERAL WALL PAINT
61 PITTSBURGH PAINTS REFER TO SPECIFICATIONS 329-7 BAKED BEAN ACCENT
62 PITTSBURGH PAINTS REFER TO SPECIFICATIONS 518-1 DELICATE WHITE CEILING
63 SHERWIN WILLIAMS REFER TO SPECIFICATIONS SW 6367 VIVA GOLD ACCENT - MAC GYM
64 PITTSBURGH PAINTS REFER TO SPECIFICATIONS SW 6120 BELIEVABLE BUFF ACCENT - SOFFITS

65 PITTSBURGH PAINTS REFER TO SPECIFICATIONS 518-4 FLAGSTONE DOOR FRAMES
66 PITTSBURGH PAINTS REFER TO SPECIFICATIONS 530-6 GIBALTAR GRAY RAILING
67 PITTSBURGH PAINTS REFER TO SPECIFICATIONS 231-7 RUM PUNCH ACCENT - RED
68 SHERWIN WILLIAMS REFER TO SPECIFICATIONS SW 6557 WOOD VIOLET ACCENT - PURPLE
69 PITTSBURGH PAINTS REFER TO SPECIFICATIONS 518-7 BLACK MAGIC BLACK

PLASTIC LAMINATE (PLAM)
70 LAMINART PLASTIC LAMINATE 7901-VT ROMAN GOLD FINISH: OYSTER

SHIELD

71 FORMICA PLASTIC LAMINATE - DECO METAL 4748 VERTICAL CORRAGATED
72 NEVAMAR PLASTIC LAMINATE W8371T GRAND ISLE MAPLE
73 FORMICA PLASTIC LAMINATE 845-58 SPECTRUM RED
74 WILSONART PLASTIC LAMINATE D354-60 DESIGNER WHITE

QUARTZ (QTZ) & SOLID POLYMER SURFACE (SPS)
75 CAMBRIA QUARTZ 0820 YORKSHIRE 3 CM
76 CAMBRIA QUARTZ 4210 CARDIGAN RED 3 CM
77 WILSONART SOLID SURFACE 9145CY CRYSTAL CHAMPAGNE 13 MM

ACOUSTICAL BOARD CEILING (AB-22)
80 ARMSTRONG DUNE - ANGLED TEGULAR 1774 WHITE 2 X 2 GRID: - 15/16" PRELUDE - WHITE
81 ARMSTRONG CERAMAGUARD - FINE FISSURED 607 WHITE 2 X 2 GRID: 15/16" A; PRELUDE PLUS
82 ARMSTRONG FINE FISSURED 1728 TECH BLACK 2 X 2 GRID: 15/16" PRELUDE - TECH

BLACK

WALLCOVERING - VINYL (WC-V)
89 WOLF GORDON BARBARIES BARBAROSSA G8181291 2403 54" LY
90 DESIGNTEX DNA  - DIGITAL DURAPRANE DW11000 N/A 54" LY DIGITAL IMAGE PRINTING

ACOUSTICAL PANEL (AP)
91 CARNEGIE METEOR 6427 726 56" LY UNBACKED
92 CARNEGIE METEOR 6427 719 56" LY UNBACKED

93 CARNEGIE METEOR 6427 718 56" LY UNBACKED

TRANSLUCENT RESIN PANEL (TRP)
100 3-FORM ONYX - VEIN CUT N/A SANDY 3/8" THICK
101 3-FORM MIGRATIONS N/A HENNA 3/8" THICK

WOOD DOORS (WD)
102 EGGERS INDUSTRIES PLAIN SLICE CHERRY N2367-09 01 CLEAR

SPORTS FLOOR (SSF-T/SSF-P)
103 MONDO FLOOR G SPORT IMPACT 11 554 CUSTOM RED 10  MM THICK

104 MONDO FLOOR SPORT IMPACT 062 SAND 10 MM THICK
105 MONDO FLOOR SPORT IMPACT 011 MEDIUM GREY 10  MM THICK
108 MONDO FLOOR RAMFLEX G707 GREY 10 MM THICK
TRACK
106 MONDO FLOOR SPORTFLEX M P31 MEDIUM GREY 10  MM THICK

107 MONDO FLOOR SPORTFLEX M P30 RED 10  MM THICK

CLIMBING WALL FLOOR
109 DINOFLEX SAFET FLOOR 3012 TERRA COTTA RED PIGMENT 9 CM THICK

CUSTOMER'S OWN MATERIAL (COM)
110 DESIGNTEX ROCKET 2693-102 DUNE 54" WIDE
111 DESIGNTEX ROCKET 2693-301 FLAME 54" WIDE
112 DESIGNTEX PIVOT 3374-301 POPPY 54" WIDE

FINISH GENERAL NOTES
1 * DENOTES COLOR NOT APPLICABLE
2 HOLLOW METAL DOOR AND WINDOW FRAMES TO MATCH PNT-65.
3 WOOD DOORS TO MATCH WD-102
4 WINDOW STOOLS TO BE QTZ-75.
5 TOILET PARTITIONS TO BE SOLID PHENOLIC

6 B-H-?? TO BE LOCATED ON ALL EXTERIOR OFFICE AND CONFERENCE ROOM WINDOWS
7 ALL COUNTERS WITH SINKS TO BE QTZ UNLESS OTHERWISE NOTED.
8 ALL TRANSITIONS TO BE FIELD VERIFIED BY FLOORING INSTALLER.
9 ALL LOCKERS TO BE PHENOLIC - MATCH PLAM-72.
10 CMU-GF-52  BASE - ALL TO BE 1 COURSE HIGH  (UNLESS OTHERWISE NOTED)

11 BEHIND ELECTRIC WALTER COOLERS - INSTALL GLT-15 FULL HEIGHT - BACK WALL ONLY.  REFER TO A3/AE447. (TYP)
12 WHEN CEILINGS ARE TO BE PAINTED OUT BLACK USE PNT-69 (TYP).
13 STAIR RISERS, STRINGERS  AND RAILING TO MATCH PNT-66.

FINISH REMARKS
A COUNTERS TO BE QTZ-75.

AA REFER TO AE102C FOR GAME LINES AND AE441 FOR ELEVATIONS & MATERIALS.
B REFER TO AE101C FOR LOCATION OF AP PANELS.
BB REFER TO AE103 SHEETS FOR FLOOR COLOR LOCATIONS.
C FULL HEIGHT TILE IN SHOWERS. TILE WAINSCOT EVERYWHERE ELSE. REFER TO C5/AE446 ELEVATION FOR

MATERIAL LOCATIONS.

CC REFER TO AE431 AND AC104 FOR MORE INFORMATION.
D PT WAINSCOT ON WET WALL -  57" AFF INCLUDING BASE.
DD REFER TO AE453 FOR CASEWORK MATERIALS AND ELEVATIONS.

E REFER TO A2/AE447 FOR ELEVATION.
F REFER TO FLOOR PATTERN SHEETS (AF) FOR FLOOR PATTERN.
G REFER TO ELEVATIONS FOR CASEWORK FINISHES.
GG REFER TO CEILING PLANS FOR CEILING PAINT LOCATIONS.
H REFER TO REFLECTED CEILING PLANS FOR LOCATION OF  PAINT COLORS.

HH TILE WAINSCOT ALL WALLS.  REFER TO B4/AE447 FOR TYPICAL PATTERN.
I EXPOSED DUCTS AND MECHANICAL TO BE PANTED TO MATCH PNT-62. REFER TO ELEVATIONS FOR WALL

MATERIAL LOCATIONS.

J REFER TO AF101B FOR FLOOR PATTERN.

JJ REFER TO ELEVATION B3/AE445 FOR TACKBOARD DETAILS.
K LOCKERS TO BE PHENOLIC - MATCH PLAM-72.
KK PTB AT BENCH.
L FRP TO BE AT MOP SINK - 48" AFF - EXTEND 12" PAST MOP SINK.
LL PT FLOOR TO BE RUNNING BOND CONTINUED FROM CORRIDOR.

M COUNTER TO BE PLAM-70.
N GLT-15 AT ELECTRIC WATER COOLER BACK WALL - FULL HEIGHT.
O WALL TILE AT SHOWER ONLY WITH PT-5 AT OUTSIDE CORNERS OF SHOWER.  REFER TO ELEVATION THIS ROOM.
P PHENOLIC LOCKERS TO MATCH PLAM-72.  BENCHES TO BE QTZ-75.

Q BENCH CUBBIES TO MATCH WD-102.
R REFER TO ELEVATIONS FOR LOCATIONS OF WALL MATERIALS.
S REFER TO AE100B FOR GAME LINE COLORS.
T NOT USED
U EAST WALL TO BE PNT-59.

V PTB AT LANDINGS.
W RB AT LANDINGS.
X REFER TO AE440 FOR ENLARGED WALL PHOTO LOCATIONS AND SPECIFICATIONS FOR ACTUAL IMAGES.
Y NOT USED
Z REFER TO C3/AE431 FOR FLOORING MATERIAL LOCATIONS.

FINISH ABBREVIATIONS
AB-22 ACOUSTICAL BOARD CEILING (2'X2')
AB-22MR ACOUSTICAL BOARD CEILING (2'x2' MOISTURE RESISTANT)
AB-24 ACOUSTICAL BOARD CEILING (2'x4')
AB-24MR ACOUSTICAL BOARD CEILING (2'x4' MOISTURE RESISTANT)
AP ACOUSTICAL PANEL

B-H HORIZONTAL BLINDS
B-V VERTICAL BLINDS
CHL CHAIN LINK FENCE
CMU CONCRETE MASONRY UNITS
CMU-G CONCRETE MASONRY UNIT - GLAZED

CMU-GF CONCRETE MASONRY UNIT (GROUND FACE OR BURNISHED SCORED 8 X 8)
CMU-S CONCRETE MASONRY UNIT (STANDARD 8 X 8 SCORED)
COM MATERIAL THAT IS SELECTED BY OWNER. PROVIDED BY CONTRACTOR.
CONC CONCRETE

CONC-BF CONCRETE - BROOM FINISH
CONC-STN CONCRETE - STAINED
CONC/SC-PS CONCRETE FLOORING WITH SPECIAL COATING PENETRATING SEALER
CPT-T CARPET TILE
CT CERAMIC TILE

CTB CERAMIC TILE BASE
EX EXISTING
EXPD EXPOSED
F FABRIC
FRP FIBERGLASS REINFORCED PANEL

FWC FABRIC WALLCOVERING
GB GYPSUM WALLBOARD (STANDARD)
GB-HI GYPSUM WALLBOARD (HIGH IMPACT)
GB-WR GYPSUM WALLBOARD (WATER RESISTANT)
GL GLASS

GLT GLASS TILE
MTL METAL
N NONE
OTA OPEN TO ABOVE
PLAM PLASTIC LAMINATE

PLAS PLASTER - STANDARD
PNT PAINT - SEE SPECIFICATION
PNT-E PAINT - EPOXY
PNT-L PAINT - LATEX
PNT-WDF PAINT - WET DRY FALL

PRF PREFINISHED
PT PORCELAIN TILE
PTB PORCELAIN TILE BASE
PVC POLYCARBONATE VINYL CEILING
PWP PREFINISHED WALL PANELS

QTZ QUARTZ
RB RUBBER BASE
RSTR RUBBER STAIR TREAD & RISERS
S-F FABRIC SHADES

SC SPECIAL COATING - SEE SPECIFICATION
SC-E SPECIAL COATING - EPOXY
SC-GS SPECIAL COATING - GRAFFITI SEALER
SC-PS SPECIAL COATING - PENETRATING SEALER
SPS SOLID POLYMER SURFACE

SSF-P SPECIAL SPORTS FLOORING - POURED
SSF-T SPECIAL SPORTS FLOORING - TILE
SST STAINLESS STEEL
ST STONE
STG RUBBER STAIR STRINGER

STL STEEL
STN STAIN
STR STRUCTURE
SV SHEET VINYL FLOORING
TC TERRA COTTA PANELS

TRF TURF
TRP TRANSLUCENT RESIN PANEL
VET VINYL ENHANCED TILE
VRB VENTED RUBBER BASE
WC-V WALL COVERING - VINYL

WD-A WOOD ATHLETIC FLOORING (AEROBICS)
WD-P WOOD ATHLETIC FLOORING (PERFORMANCE)
WD-R WOOD ATHLETIC FLOORING (RACQUETBALL)
WD-T MICROLITE WOOD TRELLIS
WD-V WOOD - VINYL

WDB WOOD BASE

RM ROOM
RO ROUGH OPENING
RT RESILIENT TILE
RUB RUBBER

RWD REDWOOD

SAB SOUND ATTENUATION BLANKET
SC SPECIAL COATING
SCHD SCHEDULE

SCOREBD SCOREBOARD
SECT SECTION, SECTIONAL
SF SEAMLESS FLOORING, SQUARE FEET
SGT STRUCTURAL GLAZED TILE
SHR SHOWER

SHT SHEET
SHTH SHEATHING
SHV SHELVING
SIM SIMILAR

SL SEALANT
SLR SEALER
SM SEAM
SM/FEC SURFACE MOUNTED FIRE EXTINGUISHER CABINET
SMR SINGLE MEMBRANE ROOF

SO FPR SPRAY-ON FIREPROOFING
SPEC SPECIFICATION(S)
SPS SOLID POLYMER SURFACE
SQ SQUARE
SR/FEC SEMI-RECESSED FIRE EXTINGUISHER CABINET

SS SERVICE SINK
SSF SPECIAL SPORTS FLOORING
SST STAINLESS STEEL
ST STONE
STA STATION

STC SOUND TRANSMISSION CLASS
STD STANDARD
STL STEEL
STM STAIN TO MATCH
STN STAIN

STNWK STONEWORK
STOR STORAGE
STR STRUCTURAL, STRUCTURE
SUSP SUSPENDED
SV SHEET VINYL

SYM SYMMETRICAL
SYS SYSTEM

T TREAD
T&G TONGUE AND GROOVE

T.F.O. TO FACE OF...
T.O. TOP OF ...
T/B TOP OF BEAM
T/BL TOP OF BRICK LEDGE

T/C TOP OF CURB
T/CONC TOP OF CONCRETE
T/F TOP OF FOOTING
T/J TOP OF JOIST
T/M TOP OF MASONRY

T/S TOP OF STEEL
T/W TOP OF WALL
TEL TELEPHONE
TEMP TEMPERED
TER TERRAZZO

THK THICK, THICKNESS
TLT TOILET
TR FN TROWEL FINISH
TRCP TRASH RECEPTACLE
TRF TURF

TRT WD TREATED WOOD
TV TELEVISION
TX-FN TEXTURED FINISH
TYP TYPICAL

UL UNDERWRITER'S LABEL
UN UNFINISHED
UON UNLESS OTHERWISE NOTED

V VINYL

VAR VARIABLE
VARS VARSITY
VB VINYL BASE
VCT VINYL COMPOSITION TILE

VERT VERTICAL
VEST VESTIBULE
VM VENDING MACHINE
VNR VENEER
VWC VINYL WALL COVERING

W WATER
W/ WITH ...
W/O WITHOUT ...
WB WALL BASE

WC WATER CLOSET
WD WOOD
WDW WINDOW
WG WIRE GLASS
WH WEEP HOLE

WHTR WATER HEATER
WID WIDTH
WK WORK
WNST WAINSCOT
WO WHERE OCCURS

WP WATERPROOF, WATERPROOFING
WPT WORK POINT
WR WATER RESISTANT
WT WEIGHT
WWF WELDED WIRE FABRIC

YH YARD HYDRANT

GA GAUGE
GB GYPSUM BOARD
GB-WR WATER RESISTANT GYPSUM BOARD
GC GENERAL CONTRACTOR

GF BD GLASS FIBER BOARD
GFRC GLASS FIBER REINFORCED
GL GLASS
GLZ GLAZED
GR GRADE

GRAN GRANULAR
GRNT GRANITE
GRT GROUT
GS GYPSUM SHEATHING
GYM GYMNASIUM

GYP GYPSUM

HB HOSE BIB
HC HOLLOW CORE

HDDB HARDBOARD
HDR HEADER
HDW HARDWARE
HDWD HARDWOOD
HM HOLLOW METAL

HNRL HANDRAIL
HOR HORIZONTAL
HP HIGH POINT
HR HOUR
HT HEIGHT

HW HOT WATER

ID INSIDE DIAMETER
IEC IN ELECTRICAL CONTRACT
IMC IN MECHANICAL CONTRACT

IN INCH, INCHES
INCIN INCINERATOR
INSUL INSULATION
INT INTERIOR
IPC IN PLUMBING CONTRACT

JAN JANITOR
JC JANITOR'S CLOSET
JF JOINT FILLER
JST JOIST

JT JOINT

KIT KITCHEN
KO KNEE OPENING
KS KNEE SPACE

LAB LABORATORY
LAM LAMINATE
LAV LAVATORY

LDR LADDER
LDRY LAUNDRY
LG LENGTH
LKR LOCKER
LL LEAD-LINED

LN-CHT LINEN CHUTE
LP LOW POINT
LR LIVING ROOM
LRG LARGE
LS LOOSE

LUM LUMINOUS

MAX MAXIMUM
MB MARKERBOARD
MBR MASTER BEDROOM

MC MEDICINE CABINET
MECH MECHANICAL
MEMBR MEMBRANE
MEZZ MEZZANINE
MFR MANUFACTURER

MGR MANAGER
MH MANHOLE
MIR MIRROR
MISC MISCELLANEOUS
MLDG MOULDING

MLWK MILLWORK
MN MINIMUM
MNTG MOUNTING
MO MASONRY OPENING

MRB MARBLE
MTD MOUNTED
MTG MEETING
MTL METAL
MUL MULLION

N NONE
NIC NOT IN CONTRACT
NO NUMBER
NOM NOMINAL

NRC NOISE REDUCTION COEFFICIENT
NS NON-SLIP
NTD NOTED
NTS NOT TO SCALE

OA OVERALL
OBS OBSCURE
OC ON CENTER
OD OUTSIDE DIAMETER
OF OUTSIDE FACE

OFF OFFICE
OH OVERHEAD
OP OPAQUE
OPG OPENING
OPP OPPOSITE

ORD OVERFLOW ROOF DRAIN
ORN ORNAMENTAL
OSCI OWNER SUPPLIED, CONTRACTOR INSTALLED
OSOI OWNER SUPPLIED, OWNER INSTALLED

PAV PAVER
PB PIPE BOLLARD
PBD PARTICLE BOARD
PC PIECE

PCC PRECAST CONCRETE
PCP PREFABRICATED COOLER PANEL
PCPL PORTLAND CEMENT PLASTER
PE PHYSICAL EDUCATION
PF PREFABRICATED

PF-RFG PREFORMED ROOFING
PF-SD PREFORMED SIDING
PL PLASTIC
PLAM PLASTIC LAMINATED
PLAS PLASTER

PLWD PLYWOOD
PNL PANEL
PNT PAINT
PP PLASTIC PANEL
PR PAIR

PRF PREFINISHED
PRJ PROJECTED
PRT PROTECTION
PRTN PARTITION
PS PLASTER STOP

PT PORCELAIN TILE
PTD PAINTED
PTM PAINT TO MATCH
PTN PATTERN
PVC POLYVINYL CHLORIDE

PVMT PAVEMENT

QT QUARRY TILE

R RISER, RADIUS
RA RETURN AIR
RAD RADIUS
RB RUBBER BASE
RBM REINFORCED BRICK MASONRY

RCMU REINFORCED CONCRETE MASONRY UNIT
RCP REFLECTED CEILING PLAN
RD ROOF DRAIN
REBAR REINFORCING BAR
REF REFRIGERATOR

REINF REINFORCE, REINFORCING
REQD REQUIRED
RES RESILIENT
REV DR REVOLVING DOOR
RF ROOF

RFG ROOFING
RGH ROUGH
RGST REGISTER
RI RIGID INSULATION

± PLUS OR MINUS
Ø DIAMETER

AB ACOUSTICAL BOARD
AC DR ACCESS DOOR
ACC ACCESSORIES
ACST ACOUSTIC

ACVP ACRYLIC CEMENT VENEER PLASTER
AD AREA DRAIN
ADD/ ADD, ADDITION, ADDITIONAL
ADDM ADDENDUM
ADJ ADJUSTABLE

ADJT ADJACENT
AED AUTOMATED EXTERNAL DEFIBRILLATOR
AFF ABOVE FINISH FLOOR
AGGR AGGREGATE

AL ALUMINUM
ALT ALTERNATE
ALUM ALUMINUM
AP ACOUSTICAL PANEL
APPROX APPROXIMATE

ARCH ARCHITECTURAL
ASPH ASPHALT
AUTO AUTOMATIC

B BASE

B.L. BRICK LEDGE
B.O. BOTTOM OF ...
B.O.M. BOTTOM OF METAL DECK
B/C BOTTOM OF CURB
B/F BOTTOM OF FOOTING

B/M BENCH MARK
B/MD BOTTOM OF METAL DECK
B/W BOTTOM OF WALL
BB STOP BASKETBALL BACKSTOP
BD BOARD

BIT BITUMINOUS
BJ BAR JOIST
BK BOOK
BK BD BACKING BOARD
BL BD BULLETIN BOARD

BLDG BUILDING
BLK BLOCK
BLKG BLOCKING
BM BEAM
BM/FE BRACKET MOUNTED FIRE EXTINGUISHER

BOT BOTTOM
BR BEDROOM
BRD BOARD
BRG BEARING

BRK BRICK
BRKT BRACKET
BRZ BRONZE
BSMT BASEMENT

C COURSE (BRICK)
C/C CENTER TO CENTER
CARP CARPENTRY
CB CATCH BASIN
CB WK CABINET WORK

CBT CABINET
CBVP CEMENT BOARD VENEER PLASTER
CEM CEMENT
CEM BD CEMENT BOARD
CER CERAMIC

CI CASE IRON
CJ CONTROL JOINT
CL CENTERLINE
CLG CEILING
CLO CLOSET

CLR CLEAR
CMU CONCRETE MASONRY UNIT
CMU-B BURNISHED BLOCK
CMU-GF GROUND FACE BLOCK
CMU-S 8x8 SCORED BLOCK

CMU-SF SPLIT FACED BLOCK
CNTR COUNTER
COL COLUMN
COMPO COMPOSITION

CONC CONCRETE
CONF CONFERENCE
CONN CONNECT
CONSTR CONSTRUCTION
CONT CONTINUOUS

CONTR CONTRACTOR
CORR CORRIDOR
COV COVER
CP COPPER
CPS COUNTERSUNK PHILLIPS SCREW

CPT CARPET
CPU COMPUTER
CS COUNTERSUNK
CSMT CASEMENT
CSWK CASEWORK

CT CERAMIC TILE
CTD COATED
CTL CONTROL
CTR CENTER
CUH CABINET UNIT HEATER

CW COLD WATER
CWS COUNTERSUNK WOOD SCREW
CYL CYLINDER (TEST)

D DRAIN

DBL DOUBLE
DEPT DEPARTMENT
DET DETAIL
DF DRINK FOUNTAIN

DIA DIAMETER
DIM DIMENSION
DIR DIRECTOR
DISP DISPENSER
DK LEV DOCK LEVELER

DK SH DOCK SHELTER
DK SL DOCK SEAL
DN DOWN
DO DOOR OPENING
DP DEEP

DR DOOR
DS DOWN SPOUT
DTL DETAIL
DWG DRAWING
DWO DOWEL

DWR DRAWER
DWTR DUMB WAITER

EA EACH
EJ EXPANSION JOINT

EL ELEVATION
ELECT ELECTRICAL
ELEV ELEVATOR
EMER EMERGENCY
ENCL ENCLOSURE

ENGR ENGINEER
ENTR ENTRANCE
EOS EDGE OF SLAB
EP EPOXY
EQ EQUAL

EQP EQUIPPED, EQUIPMENT
EW EACH WAY
EWC ELECTRIC WATER COOLER
EX EXISTING

EXH EXHAUST
EXP EXPANSION
EXPD EXPOSED
EXT EXTERIOR
EXTD EXTENDED

F.O. FACE OF ...
FB/FEC SURFACE MOUNTED FIRE EXTINGUISHER CABINET W/ FIRE

BLANKET

FD FLOOR DRAIN
FDN FOUNDATION
FEC FIRE EXTINGUISHER CABINET
FFL FINISH FLOOR LINE
FR/FEC FULLY RECESSED FIRE EXTINGUISHER CABINET

FRP FIBERGLASS REINFORCED PANEL
FS FLOOR SINK
FT FOOT, FEET
FWC FABRIC WALL COVERING



DOOR TYPES

FRAME TYPES

WD-1
HM-1
AL-1

WD-2
HM-2
AL-2

WD-4
HM-4
AL-4

WD-5
HM-5

WD-6
AL-6

WD-7
AL-7

HM-101
AL-101

HM-103

(NOT ALL TYPES SHOWN MAY BE USED)
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S
EE

 S
C

H
D

SEE
SCHD

2'-
9"

3'-
6"

6" 5"

2'-
1"

3'-
6"

4" 5"

(NOT ALL TYPES SHOWN MAY BE USED)

S
EE

 S
C

H
D

SEE
SCHD

S
EE

 S
C

H
D

SEE
SCHD

S
EE

 S
C

H
D

SEE
SCHD

S
EE

 S
C

H
D

SEE
SCHD

S
EE

 S
C

H
D

SEE
SCHD

S
EE

 S
C

H
D

SEE
SCHD

SE
E S

CH
D

2"

2" SEE SCHD 2"

SE
E S

CH
D

2"

2"
SEE

SCHD 2"
SEE

SCHD 2"

SE
E S

CH
D

2"

2"
SEE

SCHD 2"

FIX
ED

 MU
LL

ION

RE
MO

VA
BL

E M
UL

LIO
N

2'-
9"

3'-
6"

GL-8 GL-9

S
EE

 S
C

H
D

SEE
SCHD

S
EE

 S
C

H
D

SEE
SCHD

GL-10

S
EE

 S
C

H
D

SEE
SCHD

STL-01

HM FRAME SIZE SCHEDULE
P-TYPE
DESIGNATION

G131

G231

G331

G232

G332

G333

G141

G241

G341

G242

G342

G343

G161

G261

G361

G262

G362

G363

C06

C08

C10

C12

P-TYPE WIDTH FRAME DEPTH

4 7/8"

5 1/2"

6 1/8"

6 1/8"

6 3/4"

7 1/8"

5 1/4"

5 7/8"

6 1/2"

6 1/2"

7 1/8"

7 3/4"

7 1/4"

7 7/8"

8 1/2"

8 1/2"

9 1/8"

9 3/4"

5 5/8"

7 5/8"

9 5/8"

11 5/8"

5 7/8"

6 1/2"

7 1/8"

7 1/8"

7 3/4"

8 1/8"

6 1/4"

6 7/8"

7 1/2"

7 1/2"

8 1/8"

8 3/4"

8 1/4"

8 7/8"

6"

6"

6"

6"

5 1/2"

5 3/4"

5 3/4"

5 3/4"

NOTES:
1. THE MAXIMUM FRAME DEPTH SHALL BE 9".
2. SEE FRAME TYPE ELEVATIONS AND DOOR SCHEDULE FOR
ADDITIONAL INFORMATION.

8'-
0"

6'-8"

HM-104

2"
7'-

6"
4"

2" 3'-2" 2" 3'-0" 2"

8'-
0"

6'-9 1/8"

2'-
6"

5'-
6"

HM-105

D2

AE610

2" 3'-0" 2" 2'-4 1/8" 2" 11"

HM-106

2"
1'-

8"
2"

5'-
4"

2"
2'-

4"
2"

10
'-0

"

2'-4"
2" 2'-0" 2"

HM-107

5 EQ LITES
20'-5"

6'-
0"

2'-
0"

CONNECT WITH HM-108

2" 2" TYP. 5"

2"
1'-

8"
2"

HM-108

6'-
0"

2"
1'-

8"
2"

13'-1 3/4"

3'-10" 2" 3'-10" 2" 1'-9 3/4" 2" 3'-0" 2"

2'-
0"

HM-109

8'-
0"

9'-3"

2" 3'-0" 2" 2'-0" 1'-7" 2" 2'-0" 2"

2"
5'-

2"
2"

2'-
4"

2"

85.00°

2"

HM-110

8'-
0"

9"

2"
7'-

8"
2"

2"5"2"

HM-111

4'-0"

8'-
0"

2"
7'-

8"
2"

2" 3'-8" 2"

HM-112

2'-0"

8'-
0"

2"
7'-

8"
2"

2"1'-8"2"

110.00°

HM-113

7'-
4"

4'-10"

2" 1'-4" 2" 3'-0" 2"

2"
6'-

10
"

4"

HM-109A

8'-
0"

10'-4"
2" 3'-0" 2" 2'-0" 2'-1 1/8"2" 2'-6 7/8" 2"

2"
5'-

2"
2"

2'-
4"

2"

85.00°

2"

1.  CONTRACTOR SHALL COMPLY WITH ALL THE REQUIREMENTS OF THE 2009 IBC
CONCERNING OPENINGS.

2.  SIZE OF ROUGH OPENINGS PER WINDOW MANUFACTURER.  (TYP)

3.  SAFETY GLAZING MUST COMPLY WITH LABELING AS PER IBC 2009 2406.2.

4.  FRAME EXTENSIONS TO ADJUST TO WALL DEPTH ARE TYPICAL - REFER TO
WINDOW DETAILS.

5.  THICKNESS OF GLAZING WITHIN DOORS ARE CALLED OUT ON DOOR SCHEDULES /
DOOR MANUFACTURER.

6.  EXTERIOR GLAZING AS NOTED ON WINDOW ELEVATIONS.

7.  WINDOWS TO OPERATE AS SHOWN ON THE EXTERIOR BUILDING ELEVATIONS.

8.  ALL GLAZING IS TEMPERED GLAZING, UON.

9.  GENERAL CONTRACTOR TO COORDINATE ALL TRADES INVOLVED.

10.  INSTALLATION PROCEDURES SHALL FOLLOW WRITTEN RECOMMENDATIONS
FROM WINDOW MANUFACTURER - SHOWN DETAILS ARE FOR REFERENCE ONLY.
CONTRACTOR TO COORDINATE RECOMMENDED INSTALLATION PROCEDURE FROM
OTHER MANUFACTURERS AND SUBMIT FOR ARCHITECTS REVIEW.

11. TYPICAL GLAZING VALUES (BASE UNIT VALUES):
DOUBLE PANE (1"): VLT - 70%, U-VALUE - 0.29 Btu/ (hr x sqft x °F), SHGC - 0.38
TRIPLE PANE (1 3/4"): VLT - 63%, U-VALUE - 0.21 Btu/ (hr x sqft x °F), SHGC - 0.34

12. PROVIDE CLOSURE TO BOTTOM OF VERTICAL MULLIONS

13. LAMINATED GLASS WHERE INDICATED.

HM-105

2'-
6"

5'-
3 3

/8"
2 5

/8"

1'-1 5/8"
5 5/8"

85.00°

2"

OVERHEAD ROLLING GRILLE

7'-
4"

3'-6"

W

X

Y

Z

AA

BB

CC

INTERIOR LAMINATED GLASS

1-HOUR FIRE-RESISTANCE RATED GLASS

INTERIOR 1/4" TEMPERED GLASS - 35% GRAY FRIT

INTERIOR 1/4" TEMPERED GLASS - 50% WHITE FRIT

INTERIOR 1/4" TEMPERED GLASS - 50% WARM GRAY FRIT

INTERIOR 1/4" TEMPERED GLASS - 35% WHITE FRIT

INTERIOR INSULATED GLASS - 1/4" LAMINATED/1/2" AIRSPACE/1/4"
HEAT STRENGTHENED GLASS

GLAZING LEGEND

CMU W/ BULLNOSE CORNERS

ADJ. ANCHORS

SEALANT - BOTH SIDES,
ENTIRE PERIM - TYP

HM FRAME - PNT

DOOR

EQ
.

EQ
.

CMU W/ BULLNOSE CORNERS

SEALANT - BOTH SIDES,
ENTIRE PERIM - TYP

HM FRAME - PNT

GLAZING - WHERE OCCURS

GLAZING STOP - SCREW
ATTACH TO FRAME - PNT

SEALANT - BOTH SIDES,
ENTIRE PERIM - TYP

DOOR

HM FRAME - PNT

CMU BOND BEAM

EQ. EQ.

EQ EQ

HEAD - HOLLOW METAL

JAMB - HOLLOW METAL

SILL - HOLLOW METAL

CMU W/ BULLNOSE CORNERS

SEALANT - BOTH SIDES,
ENTIRE PERIM - TYP

ALUM STOREFRONT FRAME

ALUM ENTRANCE DOOR

CMU W/ BULLNOSE CORNERS

SEALANT - BOTH SIDES,
ENTIRE PERIM - TYP

ALUM STOREFRONT GLAZING
SYSTEM

SEALANT - BOTH SIDES,
ENTIRE PERIM - TYP

ALUM ENTRANCE DOOR

ALUM STOREFRONT FRAME

CMU BOND BEAM

HEAD - STOREFRONT

JAMB - STOREFRONT

SILL - STOREFRONT
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DOOR SCHEDULE

NUMBER

WIDTH

HEIGHT
DOOR
TYPE

FRAME
TYPE RATING

HDW
GROUP

ALUM
HDW REMARKSLEAF 1 LEAF 2

MECH LEVEL
10M-A 3'-0" 7'-2" HM-1 HM-101 90 MIN 24
10M-B 3'-0" 3'-0" 7'-2" HM-1 HM-101 90 MIN 16.1

LOWER LEVEL
6 3'-0" 7'-10" WD-1 HM-104 13
7 3'-0" 7'-10" WD-1 HM-101 - 14 CARD READER
10 3'-1" 3'-1" 7'-10" AL-6 AL-107 K REMOVABLE MULLION

10F-1 3'-0" 7'-10" WD-1 HM-101 45 MIN 15
10F-2 3'-0" 3'-0" 7'-10" WD-1 HM-101 45 MIN 16
10J 3'-0" 7'-10" WD-1 HM-101 - 37
10K 3'-0" 3'-0" 7'-10" WD-1 HM-101 - 39
10N 3'-0" 3'-0" 7'-10" WD-1 HM-101 45 MIN 16.2

11 3'-0" 7'-10" AL-6 AL-120 H
22 3'-0" 3'-0" 7'-10" WD-1 HM-101 - 32 CARD READER
25 3'-0" 7'-10" WD-1 HM-108 14 CARD READER
25C 3'-0" 7'-2" WD-1 HM-113 43

25E 3'-0" 7'-2" WD-1 HM-101 - 44
40A-1 3'-0" 7'-2" WD-1 HM-113 13
40A-2 3'-0" 7'-10" AL-6 AL-106 K
40B 3'-0" 7'-10" AL-6 AL-106 K
40C 3'-0" 7'-10" WD-1 HM-101 - 45 ALUMINUM DOOR WITH ALUMINUM PANEL

40D 3'-0" 7'-10" WD-1 HM-101 - 45 ALUMINUM DOOR WITH ALUMINUM PANEL
40F 3'-0" 3'-0" 7'-10" AL-6 AL-102 - M ALUMINUM DOORS WITH ALUMINUM PANELS
40J 3'-0" 7'-10" AL-6 AL-101 - K ALUMINUM DOOR W/ ALUMINUM PANEL
41 3'-0" 7'-10" WD-1 HM-101 - 26
41S 3'-0" 7'-10" AL-6 AL-101 - N FROSTED GLASS IN DOOR PANEL

45 3'-0" 2'-0" 7'-10" WD-1 HM-101 - 21
45A 3'-0" 3'-0" 7'-10" WD-1 HM-101 - 38
45B 3'-0" 7'-10" WD-1 HM-101 - 35
47 3'-0" 7'-10" WD-1 HM-101 - 26
47S-1 3'-0" 7'-10" AL-6 AL-101 - N FROSTED GLASS IN DOOR PANEL

47S-2 3'-0" 7'-10" WD-1 HM-101 - 34
60 3'-0" 3'-0" 8'-0" GL-8 -- - R ALL GLASS DOORS
60B 3'-0" 7'-2" WD-1 HM-101 - 43
65 3'-0" 3'-0" 7'-10" WD-1 HM-101 - 41
75 3'-0" 3'-0" 7'-10" AL-6 AL-111 45 MIN P

75-1 3'-0" 3'-0" 7'-10" HM-1 HM-101 60 MIN 17
85A 3'-0" 3'-0" 7'-10" WD-1 HM-101 - 40
85B 3'-0" 7'-2" HM-1 HM-101 - 33
99B 3'-2" 7'-10" WD-3 HM-101 60 MIN 18
99C 3'-2" 7'-10" WD-3 HM-101 60 MIN 18 PANIC ALARM

99D 3'-0" 7'-10" WD-3 HM-101 60 MIN 19 CARD READER / PANIC ALARM
99E-1 3'-0" 7'-2" HM-1 HM-101 60 MIN 23
99E-2 3'-0" 7'-2" HM-1 HM-101 60 MIN 23
99F 3'-2" 7'-10" WD-3 HM-101 60 MIN 18 PANIC ALARM

LEVEL 1
100D-1 1'-7" 10'-0" WD-1 -- - WONDOOR POCKET DOOR
100D-2 27'-0" 10'-0" -- 60 MIN WONDOOR
100E 3'-0" 7'-10" WD-1 HM-101 - CARD READER

100G-1 3'-0" 2'-0" 7'-10" WD-1 HM-101 - 21
100P 3'-0" 7'-10" WD-1 HM-101 -
100Q 3'-0" 7'-10" WD-1 HM-101 -
100R 3'-0" 7'-10" WD-1 HM-101 - 33
104 3'-0" 7'-10" WD-1 HM-101 60 MIN 24

106 3'-0" 7'-10" WD-1 HM-104 J
108 3'-0" 7'-10" WD-1 HM-105 J
111 23'-9 1/4" 10'-0" - -- - 01 OPERABLE WALL W/ 1'-8"W GLS PANELS
114 3'-6" 7'-1" GL-10 GL-06
115 3'-6" 7'-1" GL-10 GL-06

116 3'-0" 7'-2" WD-1 HM-101 - 35
117 3'-6" 7'-2" CD-1 -- - OVERHEAD ROLLING GRILLE
117A 3'-4" 7'-10" WD-3 HM-101 37
120-1 3'-0" 2'-0" 7'-10" WD-1 HM-101 - 40
145 3'-0" 7'-10" AL-6 AL-120 P

145A 3'-0" 7'-2" WD-1 HM-101 - 33
150 3'-0" 7'-0" GL-9 -- R
150-1 1'-6" 8'-6" WD-1 -- - WONDOOR POCKET DOOR
150-2 24'-8 3/8" 10'-0" -- 60 MIN WONDOOR
155 3'-0" 7'-2" WD-1 HM-101 - 35

155B 3'-0" 7'-10" WD-6 HM-109 13
155C 3'-0" 7'-10" WD-6 HM-109 13
155H 3'-0" 7'-10" WD-6 HM-109A 13
155K 3'-0" 7'-2" WD-1 HM-101 - 45
198B 3'-0" 3'-0" 7'-2" WD-1 HM-101 - 47

199D 3'-0" 7'-10" WD-3 HM-101 60 MIN 19
199E-A 3'-2" 7'-10" WD-1 -- 18
199E-B 3'-2" 7'-10" WD-1 -- 18

LEVEL 2
112 3'-0" 8'-0" WD-6 AL-118
200M 3'-0" 7'-2" WD-1 HM-101 - 45
200P 3'-0" 7'-2" WD-1 HM-101 - 37
201E 3'-0" 7'-10" WD-1 HM-101 - 14 CARD READER

201F 3'-0" 7'-10" WD-1 HM-101 - 35
205-1 1'-6" 10'-0" WD-1 -- - WONDOOR POCKET DOOR
205-2 11'-0" 10'-0" -- 60 MIN WONDOOR
215-1 3'-0" 3'-0" 7'-10" WD-6 AL-110 25
215-2 3'-0" 7'-10" WD-6 AL-109 25

215-2a 3'-0" 7'-10" WD-6 AL-109
215-3 3'-0" 7'-10" WD-6 AL-109 25
215-3a 3'-0" 7'-10" WD-6 AL-109
215A 3'-0" 3'-0" 7'-10" WD-1 HM-101 - 29
220-1 1'-6" 10'-0" WD-1 -- - WONDOOR POCKET DOOR

220-2 16'-8 9/16" 10'-0" -- 60 MIN WONDOOR
222 3'-0" 3'-0" 7'-10" WD-1 HM-101 - 41
235-1 3'-0" 7'-10" AL-6 AL-121 60 MIN P 60 MIN RATED
235-2 3'-0" 7'-10" AL-6 AL-121 60 MIN RATED
235A 3'-0" 8'-0" WD-6 AL-118 28

235B 3'-0" 3'-0" 7'-10" WD-1 HM-101 - 29
235C 4'-0" 7'-10" WD-1 HM-101 - 42
235D 3'-0" 3'-0" 7'-10" WD-1 HM-101 - 29
240 3'-0" 7'-10" WD-1 AL-125 P
240A 3'-0" 7'-2" WD-1 HM-113 13

240B 3'-0" 7'-2" WD-1 HM-113 13
240C 3'-0" 7'-2" WD-1 HM-113 13
240D 3'-0" 7'-2" WD-1 HM-113 43
240E 3'-0" 7'-2" WD-1 HM-113 44

240F 3'-0" 7'-0" WD-1 HM-101 - 30
240G 3'-0" 7'-0" WD-1 HM-101 -
255 3'-0" 7'-0" WD-6 AL-100 31 CARD READER
265-1 3'-0" 7'-0" WD-6 AL-100 27 CARD READER
265-2 3'-0" 7'-0" WD-6 AL-100 27 CARD READER

275 3'-0" 7'-0" WD-6 AL-103 31 CARD READER
285 3'-0" 7'-0" WD-6 AL-100 31 CARD READER
299B 3'-4" 7'-10" WD-3 HM-101 60 MIN 18 PANIC ALARM
299C 3'-4" 7'-10" WD-3 HM-101 60 MIN 18 PANIC ALARM
299D 3'-4" 7'-10" WD-3 HM-101 60 MIN 19 CARD READER / PANIC ALARM

299E 3'-4" 7'-10" WD-3 HM-101 60 MIN 22 PANIC ALARM
299F 3'-4" 7'-10" WD-3 HM-101 60 MIN 18 PANIC ALARM

LEVEL 3
300H 3'-0" 7'-2" WD-1 HM-101 - 45

300K-1 3'-0" 7'-2" WD-1 HM-101 - 37
300N 3'-0" 7'-2" WD-1 HM-101 - 45
301D 3'-0" 7'-10" WD-1 HM-101 - 14 CARD READER
301F 3'-0" 7'-10" WD-1 HM-101 - 35
301G 3'-0" 7'-10" WD-1 HM-101 60 MIN 24

307 4'-0" 7'-10" WD-1 HM-101 - 42
315A 3'-0" 7'-2" WD-1 HM-101 - 45
340 3'-0" 7'-10" AL-6 AL-116 L
340C 3'-0" 7'-2" WD-1 HM-101 - 43
341 3'-0" 7'-2" WD-1 HM-113 13

343 3'-0" 7'-2" WD-1 HM-113 13
345 3'-0" 7'-2" WD-1 HM-113 13
347 3'-0" 7'-2" WD-1 HM-113 13
349 3'-0" 7'-2" WD-1 HM-113 13

351 3'-0" 7'-2" WD-1 HM-113 13
355 3'-0" 7'-2" WD-1 HM-113 13
360A 3'-0" 7'-2" WD-1 HM-101 - 36
399B 3'-0" 7'-10" WD-3 HM-101 60 MIN 18 PANIC ALARM
399C 3'-0" 7'-10" WD-3 HM-101 60 MIN 18 PANIC ALARM

399D 3'-0" 6'-10" WD-3 HM-101 60 MIN 19 CARD READER / PANIC ALARM
399E 3'-6" 7'-10" WD-3 HM-101 60 MIN 22 PANIC ALARM
399F 3'-0" 7'-2" WD-3 HM-101 60 MIN 18

SCALE |  1/4" = 1'-0"AE610

HM-105 SECTIOND2

GENERAL NOTES

SCALE |  1 1/2" = 1'-0"AE610

OPENINGS IN CMU PARTITIONS DETAILS15
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DOOR AND FRAME SCHEDULE� EXTERIOR

DOOR #

DOOR FRAME
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5 A 4' � 0" 7' � 0" 1 3/4" HM 1 HM 180 MIN 12 DPS 5

10M D PAIR 3' � 0" 7' � 4" 2" HM 2 6" HM 90 MIN 10 DPS 10M

40E�1 C 2' � 9 3/8" 7' � 10" 1 3/4" AL/GL AL C DPS 40E�1

40E�2 H 18' � 0" 10' � 0" AL/GL AL T FOLDING GLASS DOOR/DPS 40E�2

40E�3 H 18' � 0" 10' � 0" AL/GL AL T FOLDING GLASS DOOR/DPS 40E�3

40E�4 C 3' � 0" 7' � 10" 1 3/4" AL/GL AL C DPS 40E�4

40S D PAIR 3' � 0" 7' � 10" 2" HM 2 6" HM 07 DPS 40S

45B�1 D PAIR 3' � 0" 8' � 6" 2" HM 2 6" AL 08 DPS 45B�1

100A�1 C 3' � 6" 7' � 10" 1 3/4" AL/GL AL A CR/ DPS/ ADA 100A�1

100A�2 C 3' � 6" 7' � 10" 1 3/4" AL/GL AL B DPS 100A�2

100A�3 C 3' � 6" 7' � 10" 1 3/4" AL/GL AL B DPS 100A�3

100A�4 C 3' � 6" 7' � 8 1/2" 1 3/4" AL/GL AL E 100A�4

100A�5 C 3' � 6" 7' � 8 1/2" 1 3/4" AL/GL AL E 100A�5

100A�6 C 3' � 6" 7' � 8 1/2" 1 3/4" AL/GL AL D ADA 100A�6

100G A 3' � 0" 7' � 4" 1 3/4" HM 1 HM 06 DPS 100G

100H�1 F 7' � 6" 7' � 10" 1 3/4" F1 AUTOMATIC DOOR/ DPS 100H�1

100H�2 F 7' � 6" 7' � 10" 1 3/4" G1 AUTOMATIC DOOR 100H�2

100J�1 F 7' � 2" 7' � 9 3/4" 1 3/4" AL/GL AL F CR/ DPS/ ADA 100J�1

100J�2 F 7' � 2" 7' � 10" 1 3/4" AL/GL AL G ADA 100J�2

100N�1 C 3' � 0" 7' � 9 3/4" 1 3/4" AL/GL AL A CR/ DPS/ ADA 100N�1

100N�2 C 3' � 0" 7' � 9 3/4" 1 3/4" AL/GL AL B DPS 100N�2

100N�3 C 3' � 0" 7' � 9 3/4" 1 3/4" AL/GL AL B DPS 100N�3

100N�4 C 3' � 0" 7' � 10" 1 3/4" AL/GL AL E 100N�4

100N�5 C 3' � 0" 7' � 10" 1 3/4" AL/GL AL E 100N�5

100N�6 C 3' � 0" 7' � 10" 1 3/4" AL/GL AL D ADA 100N�6

120 D PAIR 3' � 0" 7' � 4" 2" HM 2 6" HM 09 DPS 120

155�1 G 17' � 6" 10' � 0" 3" AL/GL ST B4/AE525 C4/AE525 A4/AE525 01 DPS 155�1

155�2 C 3' � 4" 7' � 10" 1 3/4" AL/GL AL C1 CR/DPS 155�2

197 D PAIR 3' � 0" 7' � 4" 2" HM 2 6" HM 07 DPS 197

198 A 3' � 0" 7' � 4" 1 3/4" HM 1 HM 04 DPS 198

199B L PAIR 3' � 2" 7' � 4" 2" HM 2 6" HM 60 MIN 11 DPS 199B

199C E PAIR 3' � 2" 7' � 0" 2" HM 2 6" HM 60 MIN 11 DPS 199C

199D�1 B 3' � 10" 8' � 0" 1 3/4" HM 1 HM 60 MIN 02 DPS 199D�1

199F A 3' � 8" 7' � 2" 1 3/4" HM 1 HM 03 DPS 199F

300 C 3' � 6" 7' � 8 1/2" 1 3/4" AL/GL AL S DPS/ PATIO DOOR 300

320 C 3' � 6 3/4" 7' � 10" 1 3/4" AL/GL AL S DPS/ PATIO DOOR 320

400 A 3' � 0" 7' � 0" 1 3/4" HM 1 HM 04 DPS 400

499D M 3' � 0" 6' � 8" 1 3/4" HM 1 HM 05 DPS 499D

1160 G 8' � 0" 8' � 0" 3" AL/GL HM B5/AE525 C5/AE525 A5/AE525 01 DPS 1160

1161A G 8' � 0" 8' � 0" 3" AL/GL ST B5/AE525 C5/AE525 A5/AE525 01 DPS 1161A

1161B G 8' � 0" 8' � 0" 3" AL/GL ST B5/AE525 C5/AE525 A5/AE525 01 DPS 1161B

1161C G 8' � 0" 8' � 0" 3" AL/GL ST B5/AE525 C5/AE525 A5/AE525 01 DPS 1161C

Grand total: 42

SCALE:  1/4" = 1'�0"
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100J�1A F 7' � 2" 7' � 10" 1 3/4" AL/GL 60 MIN P ALT #3 DPS/CR/ADA 100J�1A

100J�2A F 7' � 2" 7' � 10 3/4" 1 3/4" AL/GL 60 MIN P ALT #3 ADA 100J�2A

300J�1A C 3' � 4" 7' � 10" 1 3/4" AL/GL S ALT #3 DPS/CR/ADA 300J�1A

Grand total: 3
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40E�1.1 C 3' � 6" 9' � 7 1/2" 1 3/4" C ALT #1 40E�1.1

40E�2.1 H 21' � 4" 9' � 10" T ALT #1 40E�2.1

40E�3.1 H 21' � 4" 9' � 10" T ALT #1 40E�3.1

40E�4.1 C 3' � 6" 9' � 7 1/2" 1 3/4" C ALT #1 40E�4.1

40E�5 C 3' � 6" 9' � 7 1/2" 1 3/4" C ALT #1 40E�5

Grand total: 5
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SCALE |  1/4" = 1'-0"AE615

AL-106 Upper SectionD2A

SCALE |  1/4" = 1'-0"AE615

AL-106 Middle SectionD2B

SCALE |  1/4" = 1'-0"AE615

AL-106 Lower SectionD2C

SCALE |  1/4" = 1'-0"AE615

AL-107 Upper SectionD4A

SCALE |  1/4" = 1'-0"AE615

AL-107 Lower SectionD4B

SCALE |  1/4" = 1'-0"AE615

AL-111 SECTIONC3
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1.  CONTRACTOR SHALL COMPLY WITH ALL THE REQUIREMENTS OF THE 2009 IBC
CONCERNING OPENINGS.

2.  SIZE OF ROUGH OPENINGS PER WINDOW MANUFACTURER.  (TYP)

3.  SAFETY GLAZING MUST COMPLY WITH LABELING AS PER IBC 2009 2406.2.

4.  FRAME EXTENSIONS TO ADJUST TO WALL DEPTH ARE TYPICAL � REFER TO WINDOW
DETAILS.

5.  THICKNESS OF GLAZING WITHIN DOORS ARE CALLED OUT ON DOOR SCHEDULES /
DOOR MANUFACTURER.

6.  EXTERIOR GLAZING AS NOTED ON WINDOW ELEVATIONS.

7.  WINDOWS TO OPERATE AS SHOWN ON THE EXTERIOR BUILDING ELEVATIONS.

8.  ALL GLAZING IS TEMPERED GLAZING, UON.

9.  GENERAL CONTRACTOR TO COORDINATE ALL TRADES INVOLVED.

10.  INSTALLATION PROCEDURES SHALL FOLLOW WRITTEN RECOMMENDATIONS FROM
WINDOW MANUFACTURER � SHOWN DETAILS ARE FOR REFERENCE ONLY.
CONTRACTOR TO COORDINATE RECOMMENDED INSTALLATION PROCEDURE FROM
OTHER MANUFACTURERS AND SUBMIT FOR ARCHITECTS REVIEW.

11. TYPICAL GLAZING VALUES (BASE UNIT VALUES):
DOUBLE PANE (1"): VLT � 70%, U�VALUE � 0.29 Btu/ (hr x sqft x °F), SHGC � 0.38
TRIPLE PANE (1 3/4"): VLT � 63%, U�VALUE � 0.21 Btu/ (hr x sqft x °F), SHGC � 0.34

12. PROVIDE CLOSURE TO BOTTOM OF VERTICAL MULLIONS

13. LAMINATED GLASS WHERE INDICATED.

14. REFER TO FLOOR PLAN AND DETAILS FOR CORNER AND EDGES CONDITIONS
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SCALE:  1/4" = 1'�0"

WINDOW TYPE 1

SCALE:  1/4" = 1'�0"

WINDOW TYPE 2

SCALE:  1/4" = 1'�0"

WINDOW TYPE 3

SCALE:  1/4" = 1'�0"

WINDOW TYPE 4

SCALE:  1/4" = 1'�0"

WINDOW TYPE 5

A System Panel: A � Double Pane � Low E Coating � Tempered

A.1 System Panel: A.1 � Triple Pane � Low E Coating � Tempered

B System Panel: B � Double Pane � Cool White PVB � Low E Coating � Tempered

C System Panel: C � Double Pane � Frit, White, 50% Coverage � Low E Coating � Tempered

D System Panel: D � Double Pane � Frit, White, 50% Coverage � Low E Coating, Cool White PVB (3) � Tempered

E System Panel: E � Double Pane � Warm Gray, 50% Coverage � Low E Coating � Tempered

F System Panel: F � Double Pane � Frit, Warm Gray, 35% Coverage � Low E Coating � Tempered

F.1 System Panel: F.1 � Triple Pane � Frit, Warm Gray, 35% Coverage � Low E Coating � Tempered

G System Panel: G � Double Pane � Frit, Warm Gray, 20% Coverage � Low E Coating � Tempered

G.1 System Panel: G.1 � Triple Pane � Frit, Warm Gray, 20% Coverage � Low E Coating � Tempered

H System Panel: H � Double Pane � Frit, Warm Gray, 20%�0% Coverage (fade) � Low E Coating � Tempered

H.1 System Panel: H.1 � Triple Pane � Frit, Warm Gray, 20�0% Coverage (fade) � Low E Coating � Tempered

J System Panel: J � Spandrel � Warm Gray (4)

K System Panel: K � Spandrel � Frit, Warm Gray, 35% Coverage (2) � Medium Gray  (4)

M System Panel: M � Spandrel � Frit, White, 50% Coverage (2) � Warm Gray (4)

N System Panel: N � Spandrel � Frit, Warm Gray, 50% Coverage (2) � Medium Gray (4)

P System Panel: P � Spandrel � Frit, Gray,35% Coverage (2) � Medium Gray (4)

Q System Panel: Q � Spandrel � Frit, Warm Gray, 20�0% Coverage, Fade (2) � Medium Gray (4)

S System Panel: S �Double Pane � Frit, Gray, 35% Coverage � Low E Coating, Tempered

T System Panel: T � Spandrel � Frit, Warm Gray,20% Coverage (2) � Medium Gray (4)

U System Panel: U � Interior 1/4"  � Tempered

SCALE:  1/4" = 1'�0"

WINDOW TYPE 3A

(DELETED IN ALTERNATE 1)

(DELETED IN ALTERNATE 1)

GLAZING TYPE



LEVEL 1
100' � 0"

AAAA

AAAA

A

A

7'
 �

 1
0 

3/
4"

2'
 �

 1
 1

/4
"

3' � 7 1/4" 4' � 9 1/2" 2' � 2 1/2" 3' � 0" 3' � 6"

17' � 1 1/4"

10
' �

 0
"

1

9

2

LEVEL 1
100' � 0"

1' � 3 5/8"5' � 7 1/2"2' � 4"5' � 5 1/2"

2' � 2 1/2"

2' � 4 1/2"4' � 7 5/8"5' � 7 1/2"2' � 2 1/2"
2' � 2 1/2"

4' � 9 1/2"2' � 2 1/2"4' � 9 1/2"

2'
 �

 1
 1

/4
"

7'
 �

 1
0 

3/
4"

A

A

A A

A

A A A

A A A

A A

A A A

A A

A A

A A A

AAA A

A

1

9

2

LEVEL 1
100' � 0"

13

1' � 5" 3' � 5" 3' � 10" 4' � 4 1/2" 3' � 0 1/2"

14' � 7 1/2"

7'
 �

 1
1"

2'
 �

 1
 1

/2
"

10
' �

 0
"

AAA

AAA

A

A

1

9

LEVEL 1
100' � 0"

2' � 3 1/2"

1' � 6"

9'
 �

 0
"

1'
 �

 0
"

B

5.0°

L

1

LEVEL 1
100' � 0"

9'
 �

 0
"

1'
 �

 0
"

1' � 6"

2' � 3 1/2"

J
5.0°

L

1

LEVEL 1
100' � 0"

9'
 �

 0
"

1'
 �

 0
"

2' � 7"

B

L

1

LEVEL 1
100' � 0"

9'
 �

 0
"

1'
 �

 0
"

4' � 4"

B

L

1

1.  CONTRACTOR SHALL COMPLY WITH ALL THE REQUIREMENTS OF THE 2009 IBC
CONCERNING OPENINGS.

2.  SIZE OF ROUGH OPENINGS PER WINDOW MANUFACTURER.  (TYP)

3.  SAFETY GLAZING MUST COMPLY WITH LABELING AS PER IBC 2009 2406.2.

4.  FRAME EXTENSIONS TO ADJUST TO WALL DEPTH ARE TYPICAL � REFER TO WINDOW
DETAILS.

5.  THICKNESS OF GLAZING WITHIN DOORS ARE CALLED OUT ON DOOR SCHEDULES /
DOOR MANUFACTURER.

6.  EXTERIOR GLAZING AS NOTED ON WINDOW ELEVATIONS.

7.  WINDOWS TO OPERATE AS SHOWN ON THE EXTERIOR BUILDING ELEVATIONS.

8.  ALL GLAZING IS TEMPERED GLAZING, UON.

9.  GENERAL CONTRACTOR TO COORDINATE ALL TRADES INVOLVED.

10.  INSTALLATION PROCEDURES SHALL FOLLOW WRITTEN RECOMMENDATIONS FROM
WINDOW MANUFACTURER � SHOWN DETAILS ARE FOR REFERENCE ONLY.
CONTRACTOR TO COORDINATE RECOMMENDED INSTALLATION PROCEDURE FROM
OTHER MANUFACTURERS AND SUBMIT FOR ARCHITECTS REVIEW.

11. TYPICAL GLAZING VALUES (BASE UNIT VALUES):
DOUBLE PANE (1"): VLT � 70%, U�VALUE � 0.29 Btu/ (hr x sqft x °F), SHGC � 0.38
TRIPLE PANE (1 3/4"): VLT � 63%, U�VALUE � 0.21 Btu/ (hr x sqft x °F), SHGC � 0.34

12. PROVIDE CLOSURE TO BOTTOM OF VERTICAL MULLIONS

13. LAMINATED GLASS WHERE INDICATED.

14. REFER TO FLOOR PLAN AND DETAILS FOR CORNER AND EDGES CONDITIONS
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SCALE:  1/4" = 1'�0"

WINDOW TYPE 10

SCALE:  1/4" = 1'�0"

WINDOW TYPE 11

SCALE:  1/4" = 1'�0"

WINDOW TYPE 12

SCALE:  1/4" = 1'�0"

WINDOW TYPE 19

SCALE:  1/4" = 1'�0"

WINDOE TYPE 21

SCALE:  1/4" = 1'�0"

WINDOW TYPE 23

SCALE:  1/4" = 1'�0"

WINDOW TYPE 24

A System Panel: A � Double Pane � Low E Coating � Tempered

A.1 System Panel: A.1 � Triple Pane � Low E Coating � Tempered

B System Panel: B � Double Pane � Cool White PVB � Low E Coating � Tempered

C System Panel: C � Double Pane � Frit, White, 50% Coverage � Low E Coating � Tempered

D System Panel: D � Double Pane � Frit, White, 50% Coverage � Low E Coating, Cool White PVB (3) � Tempered

E System Panel: E � Double Pane � Warm Gray, 50% Coverage � Low E Coating � Tempered

F System Panel: F � Double Pane � Frit, Warm Gray, 35% Coverage � Low E Coating � Tempered

F.1 System Panel: F.1 � Triple Pane � Frit, Warm Gray, 35% Coverage � Low E Coating � Tempered

G System Panel: G � Double Pane � Frit, Warm Gray, 20% Coverage � Low E Coating � Tempered

G.1 System Panel: G.1 � Triple Pane � Frit, Warm Gray, 20% Coverage � Low E Coating � Tempered

H System Panel: H � Double Pane � Frit, Warm Gray, 20%�0% Coverage (fade) � Low E Coating � Tempered

H.1 System Panel: H.1 � Triple Pane � Frit, Warm Gray, 20�0% Coverage (fade) � Low E Coating � Tempered

J System Panel: J � Spandrel � Warm Gray (4)

K System Panel: K � Spandrel � Frit, Warm Gray, 35% Coverage (2) � Medium Gray  (4)

M System Panel: M � Spandrel � Frit, White, 50% Coverage (2) � Warm Gray (4)

N System Panel: N � Spandrel � Frit, Warm Gray, 50% Coverage (2) � Medium Gray (4)

P System Panel: P � Spandrel � Frit, Gray,35% Coverage (2) � Medium Gray (4)

Q System Panel: Q � Spandrel � Frit, Warm Gray, 20�0% Coverage, Fade (2) � Medium Gray (4)

S System Panel: S �Double Pane � Frit, Gray, 35% Coverage � Low E Coating, Tempered

T System Panel: T � Spandrel � Frit, Warm Gray,20% Coverage (2) � Medium Gray (4)

U System Panel: U � Interior 1/4"  � Tempered

SCALE:  1/4" = 1'�0"

WINDOW TYPE 26A

SCALE:  1/4" = 1'�0"

WINDOW TYPE 14

SCALE:  1/4" = 1'�0"

WINDOW TYPE 20

SCALE:  1/4" = 1'�0"

WINDOW TYPE 16

SCALE:  1/4" = 1'�0"

WINDOW TYPE 6

SCALE:  1/4" = 1'�0"

WINDOW TYPE 7

SCALE:  1/4" = 1'�0"

WINDOW TYPE 7A

SCALE:  1/4" = 1'�0"

WINDOW TYPE 7B

SCALE:  1/4" = 1'�0"

WINDOW TYPE 7C

SCALE:  1/4" = 1'�0"

WINDOW TYPE 8

SCALE:  1/4" = 1'�0"

WINDOW TYPE 9

SCALE:  1/4" = 1'�0"

WINDOW TYPE 13

SCALE:  1/4" = 1'�0"

WINDOW TYPE 15

SCALE:  1/4" = 1'�0"

WINDOW TYPE 17

SCALE:  1/4" = 1'�0"

WINDOW TYPE 14C

SCALE:  1/4" = 1'�0"

WINDOW TYPE 14B

SCALE:  1/4" = 1'�0"

WINDOW TYPE 14A

SCALE:  1/4" = 1'�0"

WINDOW TYPE 18

SCALE:  1/4" = 1'�0"

WINDOW TYPE 22

SCALE:  1/4" = 1'�0"

WINDOW TYPE 26B

GLAZING TYPE
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1.  CONTRACTOR SHALL COMPLY WITH ALL THE REQUIREMENTS OF THE 2009 IBC
CONCERNING OPENINGS.

2.  SIZE OF ROUGH OPENINGS PER WINDOW MANUFACTURER.  (TYP)

3.  SAFETY GLAZING MUST COMPLY WITH LABELING AS PER IBC 2009 2406.2.

4.  FRAME EXTENSIONS TO ADJUST TO WALL DEPTH ARE TYPICAL 	 REFER TO WINDOW
DETAILS.

5.  THICKNESS OF GLAZING WITHIN DOORS ARE CALLED OUT ON DOOR SCHEDULES /
DOOR MANUFACTURER.

6.  EXTERIOR GLAZING AS NOTED ON WINDOW ELEVATIONS.

7.  WINDOWS TO OPERATE AS SHOWN ON THE EXTERIOR BUILDING ELEVATIONS.

8.  ALL GLAZING IS TEMPERED GLAZING, UON.

9.  GENERAL CONTRACTOR TO COORDINATE ALL TRADES INVOLVED.

10.  INSTALLATION PROCEDURES SHALL FOLLOW WRITTEN RECOMMENDATIONS FROM
WINDOW MANUFACTURER 	 SHOWN DETAILS ARE FOR REFERENCE ONLY.
CONTRACTOR TO COORDINATE RECOMMENDED INSTALLATION PROCEDURE FROM
OTHER MANUFACTURERS AND SUBMIT FOR ARCHITECTS REVIEW.

11. TYPICAL GLAZING VALUES (BASE UNIT VALUES):
DOUBLE PANE (1"): VLT 	 70%, U	VALUE 	 0.29 Btu/ (hr x sqft x °F), SHGC 	 0.38
TRIPLE PANE (1 3/4"): VLT 	 63%, U	VALUE 	 0.21 Btu/ (hr x sqft x °F), SHGC 	 0.34

12. PROVIDE CLOSURE TO BOTTOM OF VERTICAL MULLIONS

13. LAMINATED GLASS WHERE INDICATED.

14. REFER TO FLOOR PLAN AND DETAILS FOR CORNER AND EDGES CONDITIONS
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SCALE:  1/4" = 1'	0"

WINDOW TYPE 30

SCALE:  1/4" = 1'	0"

WINDOW TYPE 31

SCALE:  1/4" = 1'	0"

WINDOW TYPE 32

SCALE:  1/4" = 1'	0"

WINDOW TYPE 33

SCALE:  1/4" = 1'	0"

WINDOW TYPE 34

A System Panel: A 	 Double Pane 	 Low E Coating 	 Tempered

A.1 System Panel: A.1 	 Triple Pane 	 Low E Coating 	 Tempered

B System Panel: B 	 Double Pane 	 Cool White PVB 	 Low E Coating 	 Tempered

C System Panel: C 	 Double Pane 	 Frit, White, 50% Coverage 	 Low E Coating 	 Tempered

D System Panel: D 	 Double Pane 	 Frit, White, 50% Coverage 	 Low E Coating, Cool White PVB (3) 	 Tempered

E System Panel: E 	 Double Pane 	 Warm Gray, 50% Coverage 	 Low E Coating 	 Tempered

F System Panel: F 	 Double Pane 	 Frit, Warm Gray, 35% Coverage 	 Low E Coating 	 Tempered

F.1 System Panel: F.1 	 Triple Pane 	 Frit, Warm Gray, 35% Coverage 	 Low E Coating 	 Tempered

G System Panel: G 	 Double Pane 	 Frit, Warm Gray, 20% Coverage 	 Low E Coating 	 Tempered

G.1 System Panel: G.1 	 Triple Pane 	 Frit, Warm Gray, 20% Coverage 	 Low E Coating 	 Tempered

H System Panel: H 	 Double Pane 	 Frit, Warm Gray, 20%	0% Coverage (fade) 	 Low E Coating 	 Tempered

H.1 System Panel: H.1 	 Triple Pane 	 Frit, Warm Gray, 20	0% Coverage (fade) 	 Low E Coating 	 Tempered

J System Panel: J 	 Spandrel 	 Warm Gray (4)

K System Panel: K 	 Spandrel 	 Frit, Warm Gray, 35% Coverage (2) 	 Medium Gray  (4)

M System Panel: M 	 Spandrel 	 Frit, White, 50% Coverage (2) 	 Warm Gray (4)

N System Panel: N 	 Spandrel 	 Frit, Warm Gray, 50% Coverage (2) 	 Medium Gray (4)

P System Panel: P 	 Spandrel 	 Frit, Gray,35% Coverage (2) 	 Medium Gray (4)

Q System Panel: Q 	 Spandrel 	 Frit, Warm Gray, 20	0% Coverage, Fade (2) 	 Medium Gray (4)

S System Panel: S 	Double Pane 	 Frit, Gray, 35% Coverage 	 Low E Coating, Tempered

T System Panel: T 	 Spandrel 	 Frit, Warm Gray,20% Coverage (2) 	 Medium Gray (4)

U System Panel: U 	 Interior 1/4"  	 Tempered

SCALE:  1/4" = 1'	0"

WINDOW TYPE 26

SCALE:  1/4" = 1'	0"

WINDOW TYPE 27

SCALE:  1/4" = 1'	0"

WINDOW TYPE 25SCALE:  1/4" = 1'	0"

WINDOW TYPE 28

SCALE:  1/4" = 1'	0"

WINDOW TYPE 29

GLAZING TYPE
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1.  CONTRACTOR SHALL COMPLY WITH ALL THE REQUIREMENTS OF THE 2009 IBC
CONCERNING OPENINGS.

2.  SIZE OF ROUGH OPENINGS PER WINDOW MANUFACTURER.  (TYP)

3.  SAFETY GLAZING MUST COMPLY WITH LABELING AS PER IBC 2009 2406.2.

4.  FRAME EXTENSIONS TO ADJUST TO WALL DEPTH ARE TYPICAL 	 REFER TO WINDOW
DETAILS.

5.  THICKNESS OF GLAZING WITHIN DOORS ARE CALLED OUT ON DOOR SCHEDULES /
DOOR MANUFACTURER.

6.  EXTERIOR GLAZING AS NOTED ON WINDOW ELEVATIONS.

7.  WINDOWS TO OPERATE AS SHOWN ON THE EXTERIOR BUILDING ELEVATIONS.

8.  ALL GLAZING IS TEMPERED GLAZING, UON.

9.  GENERAL CONTRACTOR TO COORDINATE ALL TRADES INVOLVED.

10.  INSTALLATION PROCEDURES SHALL FOLLOW WRITTEN RECOMMENDATIONS FROM
WINDOW MANUFACTURER 	 SHOWN DETAILS ARE FOR REFERENCE ONLY.
CONTRACTOR TO COORDINATE RECOMMENDED INSTALLATION PROCEDURE FROM
OTHER MANUFACTURERS AND SUBMIT FOR ARCHITECTS REVIEW.

11. TYPICAL GLAZING VALUES (BASE UNIT VALUES):
DOUBLE PANE (1"): VLT 	 70%, U	VALUE 	 0.29 Btu/ (hr x sqft x °F), SHGC 	 0.38
TRIPLE PANE (1 3/4"): VLT 	 63%, U	VALUE 	 0.21 Btu/ (hr x sqft x °F), SHGC 	 0.34

12. PROVIDE CLOSURE TO BOTTOM OF VERTICAL MULLIONS

13. LAMINATED GLASS WHERE INDICATED.

14. REFER TO FLOOR PLAN AND DETAILS FOR CORNER AND EDGES CONDITIONS
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SCALE:  1/4" = 1'	0"

WINDOW TYPE 37

A System Panel: A 	 Double Pane 	 Low E Coating 	 Tempered

A.1 System Panel: A.1 	 Triple Pane 	 Low E Coating 	 Tempered

B System Panel: B 	 Double Pane 	 Cool White PVB 	 Low E Coating 	 Tempered

C System Panel: C 	 Double Pane 	 Frit, White, 50% Coverage 	 Low E Coating 	 Tempered

D System Panel: D 	 Double Pane 	 Frit, White, 50% Coverage 	 Low E Coating, Cool White PVB (3) 	 Tempered

E System Panel: E 	 Double Pane 	 Warm Gray, 50% Coverage 	 Low E Coating 	 Tempered

F System Panel: F 	 Double Pane 	 Frit, Warm Gray, 35% Coverage 	 Low E Coating 	 Tempered

F.1 System Panel: F.1 	 Triple Pane 	 Frit, Warm Gray, 35% Coverage 	 Low E Coating 	 Tempered

G System Panel: G 	 Double Pane 	 Frit, Warm Gray, 20% Coverage 	 Low E Coating 	 Tempered

G.1 System Panel: G.1 	 Triple Pane 	 Frit, Warm Gray, 20% Coverage 	 Low E Coating 	 Tempered

H System Panel: H 	 Double Pane 	 Frit, Warm Gray, 20%	0% Coverage (fade) 	 Low E Coating 	 Tempered

H.1 System Panel: H.1 	 Triple Pane 	 Frit, Warm Gray, 20	0% Coverage (fade) 	 Low E Coating 	 Tempered

J System Panel: J 	 Spandrel 	 Warm Gray (4)

K System Panel: K 	 Spandrel 	 Frit, Warm Gray, 35% Coverage (2) 	 Medium Gray  (4)

M System Panel: M 	 Spandrel 	 Frit, White, 50% Coverage (2) 	 Warm Gray (4)

N System Panel: N 	 Spandrel 	 Frit, Warm Gray, 50% Coverage (2) 	 Medium Gray (4)

P System Panel: P 	 Spandrel 	 Frit, Gray,35% Coverage (2) 	 Medium Gray (4)

Q System Panel: Q 	 Spandrel 	 Frit, Warm Gray, 20	0% Coverage, Fade (2) 	 Medium Gray (4)

S System Panel: S 	Double Pane 	 Frit, Gray, 35% Coverage 	 Low E Coating, Tempered

T System Panel: T 	 Spandrel 	 Frit, Warm Gray,20% Coverage (2) 	 Medium Gray (4)

U System Panel: U 	 Interior 1/4"  	 Tempered

SCALE:  1/4" = 1'	0"

WINDOW TYPE 35

SCALE:  1/4" = 1'	0"

WINDOW TYPE 36

GLAZING TYPE
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SPANDREL WITH FRIT

CLEAR GLASS

GLASS WITH FRIT

LAMINATED GLASSL

1.  CONTRACTOR SHALL COMPLY WITH ALL THE REQUIREMENTS OF THE 2009 IBC
CONCERNING OPENINGS.

2.  SIZE OF ROUGH OPENINGS PER WINDOW MANUFACTURER.  (TYP)

3.  SAFETY GLAZING MUST COMPLY WITH LABELING AS PER IBC 2009 2406.2.

4.  FRAME EXTENSIONS TO ADJUST TO WALL DEPTH ARE TYPICAL 	 REFER TO WINDOW
DETAILS.

5.  THICKNESS OF GLAZING WITHIN DOORS ARE CALLED OUT ON DOOR SCHEDULES /
DOOR MANUFACTURER.

6.  EXTERIOR GLAZING AS NOTED ON WINDOW ELEVATIONS.

7.  WINDOWS TO OPERATE AS SHOWN ON THE EXTERIOR BUILDING ELEVATIONS.

8.  ALL GLAZING IS TEMPERED GLAZING, UON.

9.  GENERAL CONTRACTOR TO COORDINATE ALL TRADES INVOLVED.

10.  INSTALLATION PROCEDURES SHALL FOLLOW WRITTEN RECOMMENDATIONS FROM
WINDOW MANUFACTURER 	 SHOWN DETAILS ARE FOR REFERENCE ONLY.
CONTRACTOR TO COORDINATE RECOMMENDED INSTALLATION PROCEDURE FROM
OTHER MANUFACTURERS AND SUBMIT FOR ARCHITECTS REVIEW.

11. TYPICAL GLAZING VALUES (BASE UNIT VALUES):
DOUBLE PANE (1"): VLT 	 70%, U	VALUE 	 0.29 Btu/ (hr x sqft x °F), SHGC 	 0.38
TRIPLE PANE (1 3/4"): VLT 	 63%, U	VALUE 	 0.21 Btu/ (hr x sqft x °F), SHGC 	 0.34

12. PROVIDE CLOSURE TO BOTTOM OF VERTICAL MULLIONS

13. LAMINATED GLASS WHERE INDICATED.

14. REFER TO FLOOR PLAN AND DETAILS FOR CORNER AND EDGES CONDITIONS
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SCALE:  1/4" = 1'	0"

WINDOW TYPE 41

SCALE:  1/4" = 1'	0"

WINDOW TYPE 42

A System Panel: A 	 Double Pane 	 Low E Coating 	 Tempered

A.1 System Panel: A.1 	 Triple Pane 	 Low E Coating 	 Tempered

B System Panel: B 	 Double Pane 	 Cool White PVB 	 Low E Coating 	 Tempered

C System Panel: C 	 Double Pane 	 Frit, White, 50% Coverage 	 Low E Coating 	 Tempered

D System Panel: D 	 Double Pane 	 Frit, White, 50% Coverage 	 Low E Coating, Cool White PVB (3) 	 Tempered

E System Panel: E 	 Double Pane 	 Warm Gray, 50% Coverage 	 Low E Coating 	 Tempered

F System Panel: F 	 Double Pane 	 Frit, Warm Gray, 35% Coverage 	 Low E Coating 	 Tempered

F.1 System Panel: F.1 	 Triple Pane 	 Frit, Warm Gray, 35% Coverage 	 Low E Coating 	 Tempered

G System Panel: G 	 Double Pane 	 Frit, Warm Gray, 20% Coverage 	 Low E Coating 	 Tempered

G.1 System Panel: G.1 	 Triple Pane 	 Frit, Warm Gray, 20% Coverage 	 Low E Coating 	 Tempered

H System Panel: H 	 Double Pane 	 Frit, Warm Gray, 20%	0% Coverage (fade) 	 Low E Coating 	 Tempered

H.1 System Panel: H.1 	 Triple Pane 	 Frit, Warm Gray, 20	0% Coverage (fade) 	 Low E Coating 	 Tempered

J System Panel: J 	 Spandrel 	 Warm Gray (4)

K System Panel: K 	 Spandrel 	 Frit, Warm Gray, 35% Coverage (2) 	 Medium Gray  (4)

M System Panel: M 	 Spandrel 	 Frit, White, 50% Coverage (2) 	 Warm Gray (4)

N System Panel: N 	 Spandrel 	 Frit, Warm Gray, 50% Coverage (2) 	 Medium Gray (4)

P System Panel: P 	 Spandrel 	 Frit, Gray,35% Coverage (2) 	 Medium Gray (4)

Q System Panel: Q 	 Spandrel 	 Frit, Warm Gray, 20	0% Coverage, Fade (2) 	 Medium Gray (4)

S System Panel: S 	Double Pane 	 Frit, Gray, 35% Coverage 	 Low E Coating, Tempered

T System Panel: T 	 Spandrel 	 Frit, Warm Gray,20% Coverage (2) 	 Medium Gray (4)

U System Panel: U 	 Interior 1/4"  	 Tempered

SCALE:  1/4" = 1'	0"

WINDOW TYPE 38

SCALE:  1/4" = 1'	0"

WINDOW TYPE 39

SCALE:  1/4" = 1'	0"

WINDOW TYPE 40

GLAZING TYPE
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1.  CONTRACTOR SHALL COMPLY WITH ALL THE REQUIREMENTS OF THE 2009 IBC
CONCERNING OPENINGS.

2.  SIZE OF ROUGH OPENINGS PER WINDOW MANUFACTURER.  (TYP)

3.  SAFETY GLAZING MUST COMPLY WITH LABELING AS PER IBC 2009 2406.2.

4.  FRAME EXTENSIONS TO ADJUST TO WALL DEPTH ARE TYPICAL 	 REFER TO WINDOW
DETAILS.

5.  THICKNESS OF GLAZING WITHIN DOORS ARE CALLED OUT ON DOOR SCHEDULES /
DOOR MANUFACTURER.

6.  EXTERIOR GLAZING AS NOTED ON WINDOW ELEVATIONS.

7.  WINDOWS TO OPERATE AS SHOWN ON THE EXTERIOR BUILDING ELEVATIONS.

8.  ALL GLAZING IS TEMPERED GLAZING, UON.

9.  GENERAL CONTRACTOR TO COORDINATE ALL TRADES INVOLVED.

10.  INSTALLATION PROCEDURES SHALL FOLLOW WRITTEN RECOMMENDATIONS FROM
WINDOW MANUFACTURER 	 SHOWN DETAILS ARE FOR REFERENCE ONLY.
CONTRACTOR TO COORDINATE RECOMMENDED INSTALLATION PROCEDURE FROM
OTHER MANUFACTURERS AND SUBMIT FOR ARCHITECTS REVIEW.

11. TYPICAL GLAZING VALUES (BASE UNIT VALUES):
DOUBLE PANE (1"): VLT 	 70%, U	VALUE 	 0.29 Btu/ (hr x sqft x °F), SHGC 	 0.38
TRIPLE PANE (1 3/4"): VLT 	 63%, U	VALUE 	 0.21 Btu/ (hr x sqft x °F), SHGC 	 0.34

12. PROVIDE CLOSURE TO BOTTOM OF VERTICAL MULLIONS

13. LAMINATED GLASS WHERE INDICATED.

14. REFER TO FLOOR PLAN AND DETAILS FOR CORNER AND EDGES CONDITIONS
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SCALE:  1/4" = 1'	0"

WINDOW TYPE 47

SCALE:  1/4" = 1'	0"

WINDOW TYPE 49

A System Panel: A 	 Double Pane 	 Low E Coating 	 Tempered

A.1 System Panel: A.1 	 Triple Pane 	 Low E Coating 	 Tempered

B System Panel: B 	 Double Pane 	 Cool White PVB 	 Low E Coating 	 Tempered

C System Panel: C 	 Double Pane 	 Frit, White, 50% Coverage 	 Low E Coating 	 Tempered

D System Panel: D 	 Double Pane 	 Frit, White, 50% Coverage 	 Low E Coating, Cool White PVB (3) 	 Tempered

E System Panel: E 	 Double Pane 	 Warm Gray, 50% Coverage 	 Low E Coating 	 Tempered

F System Panel: F 	 Double Pane 	 Frit, Warm Gray, 35% Coverage 	 Low E Coating 	 Tempered

F.1 System Panel: F.1 	 Triple Pane 	 Frit, Warm Gray, 35% Coverage 	 Low E Coating 	 Tempered

G System Panel: G 	 Double Pane 	 Frit, Warm Gray, 20% Coverage 	 Low E Coating 	 Tempered

G.1 System Panel: G.1 	 Triple Pane 	 Frit, Warm Gray, 20% Coverage 	 Low E Coating 	 Tempered

H System Panel: H 	 Double Pane 	 Frit, Warm Gray, 20%	0% Coverage (fade) 	 Low E Coating 	 Tempered

H.1 System Panel: H.1 	 Triple Pane 	 Frit, Warm Gray, 20	0% Coverage (fade) 	 Low E Coating 	 Tempered

J System Panel: J 	 Spandrel 	 Warm Gray (4)

K System Panel: K 	 Spandrel 	 Frit, Warm Gray, 35% Coverage (2) 	 Medium Gray  (4)

M System Panel: M 	 Spandrel 	 Frit, White, 50% Coverage (2) 	 Warm Gray (4)

N System Panel: N 	 Spandrel 	 Frit, Warm Gray, 50% Coverage (2) 	 Medium Gray (4)

P System Panel: P 	 Spandrel 	 Frit, Gray,35% Coverage (2) 	 Medium Gray (4)

Q System Panel: Q 	 Spandrel 	 Frit, Warm Gray, 20	0% Coverage, Fade (2) 	 Medium Gray (4)

S System Panel: S 	Double Pane 	 Frit, Gray, 35% Coverage 	 Low E Coating, Tempered

T System Panel: T 	 Spandrel 	 Frit, Warm Gray,20% Coverage (2) 	 Medium Gray (4)

U System Panel: U 	 Interior 1/4"  	 Tempered

SCALE:  1/4" = 1'	0"

WINDOW TYPE 48

SCALE:  1/4" = 1'	0"

WINDOW TYPE 43

SCALE:  1/4" = 1'	0"

WINDOW TYPE 44

SCALE:  1/4" = 1'	0"

WINDOW TYPE 45

SCALE:  1/4" = 1'	0"

WINDOW TYPE 46

SCALE:  1/4" = 1'	0"

WINDOW TYPE 50

SCALE:  1/4" = 1'	0"

WINDOW TYPE 51

SCALE:  1/4" = 1'	0"

WINDOW TYPE 52

GLAZING TYPE
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1.  CONTRACTOR SHALL COMPLY WITH ALL THE REQUIREMENTS OF THE 2009 IBC
CONCERNING OPENINGS.

2.  SIZE OF ROUGH OPENINGS PER WINDOW MANUFACTURER.  (TYP)

3.  SAFETY GLAZING MUST COMPLY WITH LABELING AS PER IBC 2009 2406.2.

4.  FRAME EXTENSIONS TO ADJUST TO WALL DEPTH ARE TYPICAL 
 REFER TO WINDOW
DETAILS.

5.  THICKNESS OF GLAZING WITHIN DOORS ARE CALLED OUT ON DOOR SCHEDULES /
DOOR MANUFACTURER.

6.  EXTERIOR GLAZING AS NOTED ON WINDOW ELEVATIONS.

7.  WINDOWS TO OPERATE AS SHOWN ON THE EXTERIOR BUILDING ELEVATIONS.

8.  ALL GLAZING IS TEMPERED GLAZING, UON.

9.  GENERAL CONTRACTOR TO COORDINATE ALL TRADES INVOLVED.

10.  INSTALLATION PROCEDURES SHALL FOLLOW WRITTEN RECOMMENDATIONS FROM
WINDOW MANUFACTURER 
 SHOWN DETAILS ARE FOR REFERENCE ONLY.
CONTRACTOR TO COORDINATE RECOMMENDED INSTALLATION PROCEDURE FROM
OTHER MANUFACTURERS AND SUBMIT FOR ARCHITECTS REVIEW.

11. TYPICAL GLAZING VALUES (BASE UNIT VALUES):
DOUBLE PANE (1"): VLT 
 70%, U
VALUE 
 0.29 Btu/ (hr x sqft x °F), SHGC 
 0.38
TRIPLE PANE (1 3/4"): VLT 
 63%, U
VALUE 
 0.21 Btu/ (hr x sqft x °F), SHGC 
 0.34

12. PROVIDE CLOSURE TO BOTTOM OF VERTICAL MULLIONS

13. LAMINATED GLASS WHERE INDICATED.

14. REFER TO FLOOR PLAN AND DETAILS FOR CORNER AND EDGES CONDITIONS
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SCALE:  1/4" = 1'
0"

WINDOW TYPE 60
SCALE:  1/4" = 1'
0"

WINDOW TYPE 61

A System Panel: A 
 Double Pane 
 Low E Coating 
 Tempered

A.1 System Panel: A.1 
 Triple Pane 
 Low E Coating 
 Tempered

B System Panel: B 
 Double Pane 
 Cool White PVB 
 Low E Coating 
 Tempered

C System Panel: C 
 Double Pane 
 Frit, White, 50% Coverage 
 Low E Coating 
 Tempered

D System Panel: D 
 Double Pane 
 Frit, White, 50% Coverage 
 Low E Coating, Cool White PVB (3) 
 Tempered

E System Panel: E 
 Double Pane 
 Warm Gray, 50% Coverage 
 Low E Coating 
 Tempered

F System Panel: F 
 Double Pane 
 Frit, Warm Gray, 35% Coverage 
 Low E Coating 
 Tempered

F.1 System Panel: F.1 
 Triple Pane 
 Frit, Warm Gray, 35% Coverage 
 Low E Coating 
 Tempered

G System Panel: G 
 Double Pane 
 Frit, Warm Gray, 20% Coverage 
 Low E Coating 
 Tempered

G.1 System Panel: G.1 
 Triple Pane 
 Frit, Warm Gray, 20% Coverage 
 Low E Coating 
 Tempered

H System Panel: H 
 Double Pane 
 Frit, Warm Gray, 20%
0% Coverage (fade) 
 Low E Coating 
 Tempered

H.1 System Panel: H.1 
 Triple Pane 
 Frit, Warm Gray, 20
0% Coverage (fade) 
 Low E Coating 
 Tempered

J System Panel: J 
 Spandrel 
 Warm Gray (4)

K System Panel: K 
 Spandrel 
 Frit, Warm Gray, 35% Coverage (2) 
 Medium Gray  (4)

M System Panel: M 
 Spandrel 
 Frit, White, 50% Coverage (2) 
 Warm Gray (4)

N System Panel: N 
 Spandrel 
 Frit, Warm Gray, 50% Coverage (2) 
 Medium Gray (4)

P System Panel: P 
 Spandrel 
 Frit, Gray,35% Coverage (2) 
 Medium Gray (4)

Q System Panel: Q 
 Spandrel 
 Frit, Warm Gray, 20
0% Coverage, Fade (2) 
 Medium Gray (4)

S System Panel: S 
Double Pane 
 Frit, Gray, 35% Coverage 
 Low E Coating, Tempered

T System Panel: T 
 Spandrel 
 Frit, Warm Gray,20% Coverage (2) 
 Medium Gray (4)

U System Panel: U 
 Interior 1/4"  
 Tempered

SCALE:  1/4" = 1'
0"

WINDOW TYPE 53

SCALE:  1/4" = 1'
0"

WINDOW TYPE 54

SCALE:  1/4" = 1'
0"

WINDOW TYPE 55

SCALE:  1/4" = 1'
0"

WINDOW TYPE 56

SCALE:  1/4" = 1'
0"

WINDOW TYPE 57

SCALE:  1/4" = 1'
0"

WINDOW TYPE 58

SCALE:  1/4" = 1'
0"

WINDOW TYPE 58A

SCALE:  1/4" = 1'
0"

WINDOW TYPE 59

GLAZING TYPE

NOTE: INSIDE GLAZED SYSTEM.
COORDINATE WITH TERRACOTTA
MANUFACTURER FOR ANCHOR
SUPPORT LOCATION
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1.  CONTRACTOR SHALL COMPLY WITH ALL THE REQUIREMENTS OF THE 2009 IBC
CONCERNING OPENINGS.

2.  SIZE OF ROUGH OPENINGS PER WINDOW MANUFACTURER.  (TYP)

3.  SAFETY GLAZING MUST COMPLY WITH LABELING AS PER IBC 2009 2406.2.

4.  FRAME EXTENSIONS TO ADJUST TO WALL DEPTH ARE TYPICAL � REFER TO WINDOW
DETAILS.

5.  THICKNESS OF GLAZING WITHIN DOORS ARE CALLED OUT ON DOOR SCHEDULES /
DOOR MANUFACTURER.

6.  EXTERIOR GLAZING AS NOTED ON WINDOW ELEVATIONS.

7.  WINDOWS TO OPERATE AS SHOWN ON THE EXTERIOR BUILDING ELEVATIONS.

8.  ALL GLAZING IS TEMPERED GLAZING, UON.

9.  GENERAL CONTRACTOR TO COORDINATE ALL TRADES INVOLVED.

10.  INSTALLATION PROCEDURES SHALL FOLLOW WRITTEN RECOMMENDATIONS FROM
WINDOW MANUFACTURER � SHOWN DETAILS ARE FOR REFERENCE ONLY.
CONTRACTOR TO COORDINATE RECOMMENDED INSTALLATION PROCEDURE FROM
OTHER MANUFACTURERS AND SUBMIT FOR ARCHITECTS REVIEW.

11. TYPICAL GLAZING VALUES (BASE UNIT VALUES):
DOUBLE PANE (1"): VLT � 70%, U�VALUE � 0.29 Btu/ (hr x sqft x °F), SHGC � 0.38
TRIPLE PANE (1 3/4"): VLT � 63%, U�VALUE � 0.21 Btu/ (hr x sqft x °F), SHGC � 0.34

12. PROVIDE CLOSURE TO BOTTOM OF VERTICAL MULLIONS

13. LAMINATED GLASS WHERE INDICATED.

14. REFER TO FLOOR PLAN AND DETAILS FOR CORNER AND EDGES CONDITIONS

GENERAL NOTES
LEGEND

SPANDREL

SPANDREL WITH FRIT

CLEAR GLASS

GLASS WITH FRIT

LAMINATED GLASSL

SNAP COVER LEGEND

TYPE
TYPICAL
MANUFACTURER
SNAP COVER

BUTT�GLAZED
SYSTEM

SNAP COVER
4 3/4" EXTENSION

SNAP COVER
10" EXTENSION

SNAP COVER
6" CUSTOM FIN

1

2TYPE

3TYPE

4TYPE

5TYPE

6TYPE
SNAP COVER
18" CUSTOM

SNAP COVER
22" CUSTOM

7TYPE

8TYPESNAP COVER
22" CUSTOM

9TYPE

NOTE: GLAZING SHOWN JUST FOR ILUSTRATION

TYPICAL
MANUFACTURER
SNAP COVER

10TYPE
BUTT�GLAZED
SYSTEM
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SCALE:  1/4" = 1'�0"

WINDOW TYPE 62

SCALE:  1/4" = 1'�0"

WINDOW TYPE 63

SCALE:  1/4" = 1'�0"

WINDOW TYPE 64
SCALE:  1/4" = 1'�0"

WINDOW TYPE 65

A A � Double Pane � Low E Coating � Tempered

A.1 A.1 � Triple Pane � Low E Coating � Tempered

B B � Double Pane � Cool White PVB � Low E Coating � Tempered

C C � Double Pane � Frit, White, 50% Coverage � Low E Coating � Tempered

C.1 C.1 � Triple Pane � Frit,White, 50% Coverage � Low E Coating � Tempered

D D � Double Pane � Frit, White, 50% Coverage � Low E Coating, Cool White PVB (3) � Tempered

E E � Double Pane � Warm Gray, 50% Coverage � Low E Coating � Tempered

E1 E.1 � Triple Pane � Frit, Warm Gray, 50% Coverage � Low E Coating � Tempered

E.1 E.1 � Triple Pane � Frit, Warm Gray, 50% Coverage � Low E Coating � Tempered

F F � Double Pane � Frit, Warm Gray, 35% Coverage � Low E Coating � Tempered

F.1 F.1 � Triple Pane � Frit, Warm Gray, 35% Coverage � Low E Coating � Tempered

G G � Double Pane � Frit, Warm Gray, 20% Coverage � Low E Coating � Tempered

G.1 G.1 � Triple Pane � Frit, Warm Gray, 20% Coverage � Low E Coating � Tempered

H H � Double Pane � Frit, Warm Gray, 20%�0% Coverage (fade) � Low E Coating � Tempered

H.1 H.1 � Triple Pane � Frit, Warm Gray, 20%�0% Coverage (fade) � Low E Coating � Tempered

J J � Spandrel � Warm Gray (4)

J.1 J.1 � Spandrel � Warm Gray (4)

K K � Spandrel � Frit, Warm Gray, 35% Coverage (2) � Medium Gray  (4)

K.1 K.1 � Spandrel � Frit, Warm Gray, 35% Coverage (2) � Medium Gray (4)

M M � Spandrel � Frit, White, 50% Coverage (2) � Warm Gray (4)

M.1 M.1 � Spandrel � Frit, White, 50% Coverage (2) � Warm Gray (4)

N N � Spandrel � Frit, Warm Gray, 50% Coverage (2) � Medium Gray (4)

N.1 N.1 � Spandrel � Frit, Warm Gray, 50% Coverage (2) � Medium Gray (4)

P P � Spandrel � Frit, Gray,35% Coverage (2) � Medium Gray (4)

P.1 P.1 � Spandrel � Frit, Gray,35% Coverage (2) � Medium Gray (4)

Q Q � Spandrel � Frit, Warm Gray, 20�0% Coverage, Fade (2) � Medium Gray (4)

Q.1 Q.1 � Spandrel � Frit, Warm Gray, 20�0% Coverage, Fade (2) � Medium Gray (4)

S S �Double Pane � Frit, Gray, 35% Coverage � Low E Coating, Tempered

T T � Spandrel � Frit, Warm Gray,20% Coverage (2) � Medium Gray (4)

T.1 T.1 � Spandrel � Frit, Warm Gray,20% Coverage (2) � Medium Gray (4)

U U � Interior 1/4"  � Tempered

V V � DONOR WALL SANDBLAST

GLAZING TYPE
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1.  CONTRACTOR SHALL COMPLY WITH ALL THE REQUIREMENTS OF THE 2009 IBC
CONCERNING OPENINGS.

2.  SIZE OF ROUGH OPENINGS PER WINDOW MANUFACTURER.  (TYP)

3.  SAFETY GLAZING MUST COMPLY WITH LABELING AS PER IBC 2009 2406.2.

4.  FRAME EXTENSIONS TO ADJUST TO WALL DEPTH ARE TYPICAL � REFER TO WINDOW
DETAILS.

5.  THICKNESS OF GLAZING WITHIN DOORS ARE CALLED OUT ON DOOR SCHEDULES /
DOOR MANUFACTURER.

6.  EXTERIOR GLAZING AS NOTED ON WINDOW ELEVATIONS.

7.  WINDOWS TO OPERATE AS SHOWN ON THE EXTERIOR BUILDING ELEVATIONS.

8.  ALL GLAZING IS TEMPERED GLAZING, UON.

9.  GENERAL CONTRACTOR TO COORDINATE ALL TRADES INVOLVED.

10.  INSTALLATION PROCEDURES SHALL FOLLOW WRITTEN RECOMMENDATIONS FROM
WINDOW MANUFACTURER � SHOWN DETAILS ARE FOR REFERENCE ONLY.
CONTRACTOR TO COORDINATE RECOMMENDED INSTALLATION PROCEDURE FROM
OTHER MANUFACTURERS AND SUBMIT FOR ARCHITECTS REVIEW.

11. TYPICAL GLAZING VALUES (BASE UNIT VALUES):
DOUBLE PANE (1"): VLT � 70%, U�VALUE � 0.29 Btu/ (hr x sqft x °F), SHGC � 0.38
TRIPLE PANE (1 3/4"): VLT � 63%, U�VALUE � 0.21 Btu/ (hr x sqft x °F), SHGC � 0.34

12. PROVIDE CLOSURE TO BOTTOM OF VERTICAL MULLIONS

13. LAMINATED GLASS WHERE INDICATED.

14. REFER TO FLOOR PLAN AND DETAILS FOR CORNER AND EDGES CONDITIONS
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SCALE:  1/4" = 1'�0"

WINDOW TYPE 66

SCALE:  1/4" = 1'�0"

WINDOW TYPE 67

SCALE:  1/4" = 1'�0"

WINDOW TYPE 68

SCALE:  1/4" = 1'�0"

WINDOW TYPE 69

SCALE:  1/4" = 1'�0"

WINDOW TYPE 70

SCALE:  1/4" = 1'�0"

WINDOW TYPE 71

A A � Double Pane � Low E Coating � Tempered

A.1 A.1 � Triple Pane � Low E Coating � Tempered

B B � Double Pane � Cool White PVB � Low E Coating � Tempered

C C � Double Pane � Frit, White, 50% Coverage � Low E Coating � Tempered

C.1 C.1 � Triple Pane � Frit,White, 50% Coverage � Low E Coating � Tempered

D D � Double Pane � Frit, White, 50% Coverage � Low E Coating, Cool White PVB (3) � Tempered

E E � Double Pane � Warm Gray, 50% Coverage � Low E Coating � Tempered

E1 E.1 � Triple Pane � Frit, Warm Gray, 50% Coverage � Low E Coating � Tempered

E.1 E.1 � Triple Pane � Frit, Warm Gray, 50% Coverage � Low E Coating � Tempered

F F � Double Pane � Frit, Warm Gray, 35% Coverage � Low E Coating � Tempered

F.1 F.1 � Triple Pane � Frit, Warm Gray, 35% Coverage � Low E Coating � Tempered

G G � Double Pane � Frit, Warm Gray, 20% Coverage � Low E Coating � Tempered

G.1 G.1 � Triple Pane � Frit, Warm Gray, 20% Coverage � Low E Coating � Tempered

H H � Double Pane � Frit, Warm Gray, 20%�0% Coverage (fade) � Low E Coating � Tempered

H.1 H.1 � Triple Pane � Frit, Warm Gray, 20%�0% Coverage (fade) � Low E Coating � Tempered

J J � Spandrel � Warm Gray (4)

J.1 J.1 � Spandrel � Warm Gray (4)

K K � Spandrel � Frit, Warm Gray, 35% Coverage (2) � Medium Gray  (4)

K.1 K.1 � Spandrel � Frit, Warm Gray, 35% Coverage (2) � Medium Gray (4)

M M � Spandrel � Frit, White, 50% Coverage (2) � Warm Gray (4)

M.1 M.1 � Spandrel � Frit, White, 50% Coverage (2) � Warm Gray (4)

N N � Spandrel � Frit, Warm Gray, 50% Coverage (2) � Medium Gray (4)

N.1 N.1 � Spandrel � Frit, Warm Gray, 50% Coverage (2) � Medium Gray (4)

P P � Spandrel � Frit, Gray,35% Coverage (2) � Medium Gray (4)

P.1 P.1 � Spandrel � Frit, Gray,35% Coverage (2) � Medium Gray (4)

Q Q � Spandrel � Frit, Warm Gray, 20�0% Coverage, Fade (2) � Medium Gray (4)

Q.1 Q.1 � Spandrel � Frit, Warm Gray, 20�0% Coverage, Fade (2) � Medium Gray (4)

S S �Double Pane � Frit, Gray, 35% Coverage � Low E Coating, Tempered

T T � Spandrel � Frit, Warm Gray,20% Coverage (2) � Medium Gray (4)

T.1 T.1 � Spandrel � Frit, Warm Gray,20% Coverage (2) � Medium Gray (4)

U U � Interior 1/4"  � Tempered

V V � DONOR WALL SANDBLAST

GLAZING TYPE
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1.  CONTRACTOR SHALL COMPLY WITH ALL THE REQUIREMENTS OF THE 2009 IBC
CONCERNING OPENINGS.

2.  SIZE OF ROUGH OPENINGS PER WINDOW MANUFACTURER.  (TYP)

3.  SAFETY GLAZING MUST COMPLY WITH LABELING AS PER IBC 2009 2406.2.

4.  FRAME EXTENSIONS TO ADJUST TO WALL DEPTH ARE TYPICAL � REFER TO WINDOW
DETAILS.

5.  THICKNESS OF GLAZING WITHIN DOORS ARE CALLED OUT ON DOOR SCHEDULES /
DOOR MANUFACTURER.

6.  EXTERIOR GLAZING AS NOTED ON WINDOW ELEVATIONS.

7.  WINDOWS TO OPERATE AS SHOWN ON THE EXTERIOR BUILDING ELEVATIONS.

8.  ALL GLAZING IS TEMPERED GLAZING, UON.

9.  GENERAL CONTRACTOR TO COORDINATE ALL TRADES INVOLVED.

10.  INSTALLATION PROCEDURES SHALL FOLLOW WRITTEN RECOMMENDATIONS FROM
WINDOW MANUFACTURER � SHOWN DETAILS ARE FOR REFERENCE ONLY.
CONTRACTOR TO COORDINATE RECOMMENDED INSTALLATION PROCEDURE FROM
OTHER MANUFACTURERS AND SUBMIT FOR ARCHITECTS REVIEW.

11. TYPICAL GLAZING VALUES (BASE UNIT VALUES):
DOUBLE PANE (1"): VLT � 70%, U�VALUE � 0.29 Btu/ (hr x sqft x °F), SHGC � 0.38
TRIPLE PANE (1 3/4"): VLT � 63%, U�VALUE � 0.21 Btu/ (hr x sqft x °F), SHGC � 0.34

12. PROVIDE CLOSURE TO BOTTOM OF VERTICAL MULLIONS

13. LAMINATED GLASS WHERE INDICATED.

14. REFER TO FLOOR PLAN AND DETAILS FOR CORNER AND EDGES CONDITIONS

GENERAL NOTESLEGEND
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SNAP COVER
4 3/4" EXTENSION
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SNAP COVER
18" CUSTOM

SNAP COVER
22" CUSTOM
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8TYPESNAP COVER
22" CUSTOM
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NOTE: GLAZING SHOWN JUST FOR ILUSTRATION
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SCALE:  1/4" = 1'�0"

WINDOW TYPE428 ALT.3

SCALE:  1/4" = 1'�0"

WINDOW TYPE426 ALT.3

SCALE:  1/4" = 1'�0"

WT425 ALTERNATE 3

SCALE:  1/4" = 1'�0"

WINDOW TYPE470 ALT.3

SCALE:  1/4" = 1'�0"

INT. WT426A ALT.3 FIRE RATED

SCALE:  1/4" = 1'�0"

INTERIOR WT 27 ALT.3 FIRE RATED

SCALE:  1/4" = 1'�0"

WINDOW 71 ALT.3 FIRE RATED

SCALE:  1/4" = 1'�0"

INTERIOR WT 4 26B 4 ALT.3 FIRE RATED

SCALE:  1/4" = 1'�0"

WINDOW 72 ALT.3 FIRE RATED

A A � Double Pane � Low E Coating � Tempered

A.1 A.1 � Triple Pane � Low E Coating � Tempered

B B � Double Pane � Cool White PVB � Low E Coating � Tempered

C C � Double Pane � Frit, White, 50% Coverage � Low E Coating � Tempered

D D � Double Pane � Frit, White, 50% Coverage � Low E Coating, Cool White PVB (3) � Tempered

E E � Double Pane � Warm Gray, 50% Coverage � Low E Coating � Tempered

F F � Double Pane � Frit, Warm Gray, 35% Coverage � Low E Coating � Tempered

F.1 F.1 � Triple Pane � Frit, Warm Gray, 35% Coverage � Low E Coating � Tempered

G G � Double Pane � Frit, Warm Gray, 20% Coverage � Low E Coating � Tempered

G.1 G.1 � Triple Pane � Frit, Warm Gray, 20% Coverage � Low E Coating � Tempered

H H � Double Pane � Frit, Warm Gray, 20%�0% Coverage (fade) � Low E Coating � Tempered

H.1 H.1 � Triple Pane � Frit, Warm Gray, 20�0% Coverage (fade) � Low E Coating � Tempered

J J � Spandrel � Warm Gray (4)

K K � Spandrel � Frit, Warm Gray, 35% Coverage (2) � Medium Gray  (4)

M M � Spandrel � Frit, White, 50% Coverage (2) � Warm Gray (4)

N N � Spandrel � Frit, Warm Gray, 50% Coverage (2) � Medium Gray (4)

P P � Spandrel � Frit, Gray,35% Coverage (2) � Medium Gray (4)

Q Q � Spandrel � Frit, Warm Gray, 20�0% Coverage, Fade (2) � Medium Gray (4)

R R � Fire Rated Glass 60 Min.

S S �Double Pane � Frit, Gray, 35% Coverage � Low E Coating, Tempered

T T � Spandrel � Frit, Warm Gray,20% Coverage (2) � Medium Gray (4)

U U � Interior 1/4"  � Tempered

GLAZING TYPE
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