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ADDENDUM #1 
 
Date: March 5, 2009 
             
To:  Contractors 
 
From: Tim K. Parkinson, Project Manager, DFCM 
 
Reference: Ogden Bay Boat Storage Facility 

Division of Wildlife Resources - Hooper, Utah 
  DFCM Project No. 08221520 
 
Subject: Addendum No. 1 
 
Pages Addendum         1  page 
 Revised Bid Form                                                    2  pages 
 Questions and Answers                                            2  pages 
 Total                                                                         5  pages  
 
Note: This Addendum shall be included as part of the Contract Documents. Items in this Addendum apply 
to all drawings and specification sections whether referenced or not involving the portion of the work added, 
deleted, modified, or otherwise addressed in the Addendum. Acknowledge receipt of this Addendum in the 
space provided on the Bid Form. Failure to do so may subject the Bidder to Disqualification.   
  
While we contend that SB220 should only be potentially applicable to a contract issued after the effective 
date of said bill, this is to clarify that for purposes of this contract, regardless of the execution or effective 
dates of this contract, the status of Utah Law and remedies available to the State of Utah and DFCM, as it 
relates to any matter referred to or affected by said SB220, shall be the Utah law in effect at the time of the 
issuance of this Addendum. 
 
1.1       SCHEDULE CHANGES – There are no changes to the project schedule. 
 
1.2       GENERAL – Added three additive alternates to bid form.  
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REVISED BID FORM 
 
 
NAME OF BIDDER                                                                                                       DATE             
 
To the Division of Facilities Construction and Management 
4110 State Office Building 
Salt Lake City, Utah  84114 
 
The undersigned, responsive to the "Notice to Contractors" and in accordance with the "Instructions to Bidders”, 
in compliance with your invitation for bids for the Ogden Bay Boat Storage Facility – Division of Wildlife 
Resources – Hooper, Utah – DFCM Project No. 08221520 and having examined the Contract Documents and 
the site of the proposed Work and being familiar with all of the conditions surrounding the construction of the 
proposed Project, including the availability of labor, hereby proposes to furnish all labor, materials and supplies as 
required for the Work in accordance with the Contract Documents as specified and within the time set forth and at 
the price stated below.  This price is to cover all expenses incurred in performing the Work required under the 
Contract Documents of which this bid is a part: 
 
I/We acknowledge receipt of the following Addenda:            
 
 
For all work shown on the Drawings and described in the Specifications and Contract Documents, I/we agree to 
perform for the sum of: 
 
BASE BID: 
 
                                                                                                                            DOLLARS ($                                ) 
(In case of discrepancy, written amount shall govern) 
 
ADDITIVE ALTERNATE No.1: Will Not Be Bid. As discussed at the Mandatory Pre Bid. 
 
                                                                                                                            DOLLARS ($                                ) 
(In case of discrepancy, written amount shall govern) 
 
ADDITIVE ALTERNATE No.2: Supply and Install Crane Rail and Crane Hoist Assembly – As per drawings. 
 
                                                                                                                            DOLLARS ($                                ) 
(In case of discrepancy, written amount shall govern) 
 
ADDITIVE ALTERNATE No.3: Supply and install Air Compressor and Airlines - As per drawings. 
 
                                                                                                                            DOLLARS ($                                ) 
(In case of discrepancy, written amount shall govern) 
 
I/We guarantee that the Work will be Substantially Complete by June 19, 2009, should I/we be the successful 
bidder, and agree to pay liquidated damages in the amount of $250.00 per day for each day after expiration of the 
Contract Time as stated in Article 3 of the Contractor’s Agreement.  
 

STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES 
 

Division of Facilities Construction and Management 
DFCM
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BID FORM  
PAGE NO. 2 
 
This bid shall be good for 45 days after bid opening. 
 
Enclosed is a 5% bid bond, as required, in the sum of           
 
The undersigned Contractor's License Number for Utah is                                                         .   
 
Upon receipt of notice of award of this bid, the undersigned agrees to execute the contract within ten (10) days, 
unless a shorter time is specified in the Contract Documents, and deliver acceptable Performance and Payment 
bonds in the prescribed form in the amount of 100% of the Contract Sum for faithful performance of the contract.   
 
The Bid Bond attached, in the amount not less than five percent (5%) of the above bid sum, shall become the 
property of the Division of Facilities Construction and Management as liquidated damages for delay and 
additional expense caused thereby in the event that the contract is not executed and/or acceptable l00% 
Performance and Payment bonds are not delivered within the time set forth. 
 
 
Type of Organization: 
 
                                                                 
(Corporation, Partnership, Individual, etc.) 
 
 
Any request and information related to Utah Preference Laws: 
 
__________________________________________________ 
 
 
 
 
 
 
      Respectfully submitted, 
 
 
 
      ______________________________________________ 
      Name of Bidder 
 
 
 

ADDRESS: 
 
 
      ______________________________________________ 
 

______________________________________________ 
 
 
 
      ______________________________________________ 

 Authorized Signature 



Sheet AE201, B2 - East Elevation, the east exterior wall sits upon a concrete stem wall 
which is shown.  The height of this stem wall is 8 inches. 
 
Sheet S201, delete detail 2.  Construct demising wall per architectural wall section 
A3/AE351. 
 
Sheet E001: 

1. Fixture Schedule:  Type A2 does not require an emergency battery pack. 
2. Fixture Schedule:  Type C – Delete integral photocell.  Provide an integral 

zero degree emergency battery pack in the fixture. 
 
Sheet E101: 

1. The conduit shown as “TP” is the telephone/data conduit.  See sheet note 3 on 
Sheet E301 as revised below. 

 
Sheet E201: 

1. Circuit the (3) type C exterior fixtures to a separate 20 amp 1 pole circuit 
breaker in Panel L1, circuit #25 through a 20 amp 1 pole lighting contactor 
mounted in an enclosure adjacent to the panel.  Provide a weatherproof 
photocell on the north exterior of the building which operates contactor on/off.  
Extend a hot conductor ahead of the contactor to the emergency battery packs 
in the fixtures. 

 
Sheet E301: 

1. Change note 3 to read as follows:  “Provide a 4’ x 8’ high x ¾” treated 
plywood telephone panel adjacent tot the fire alarm panel.  Provide a fourplex 
outlet at the telephone panel and circuit to a 20 amp 1 pole circuit breaker in 
Panel L1, circuit #21 with 2 #12, 1 #12 ground, and ¾” conduit.  Provide a 2” 
conduit with pull rope from the telephone panel to the MDF rack in Trailer #1.  
Provide separate ¾” conduits form the fire alarm panel to the telephone panel, 
and from the telephone/data outlet shown on the drawings to the telephone 
panel.  Provide pull cords. 

2. Change note 4 to read as follows:  “Provide a separate 3/4” conduit, with pull 
string, form top of each door to security system junction box for the future 
security connection.  Provide a 12” x 12” x 4” junction box adjacent to panel 
L1 at +48” for future security system.” 

 
 
Prior Approvals 
 
The following items, trade names, products and manufacturers are approved for bidding.  
Approval does not relieve the bidder from satisfying the intent of the requirements of 
drawings, specifications and addenda in every respect.  Failure to conform to the design 
quality and standards specified, established and required may result in later disapproval.  
If equipment must be disapproved after bidding, supplier shall supply specified 
equipment at no extra cost tot eh Owner. 



Items are listed generally and specific model number, etc.  shall be submitted.  Items 
submitted but not approved, either did not satisfy the requirements, or showed 
insufficient data, or arrived after the deadline established for submittals. 
 
LIGHT FIXTURES 
 
Type A2 – LSI 
Type A4 – LSI 
Type B – DMF 
Type C – LSI 
Type EM – Exitronix 
 
End of Addendum 


