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NOTE: SHOWERS FOR PRISONERS ARE NOT PROVIDED IN A STATE COURTHOUSES DUE TO THE TEMPORARY NATURE OF COURTHOUSE PRISONER HOLDING.  NO OVER-NIGHT HOLD IS ALLOWED
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Web:

Phone: (801) 575-8800
(801) 531-9850
vcbo.com

VCBO ARCHITECTURE
524 SOUTH 600 EAST
SALT LAKE CITY, UT 84102
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SHEET
NUMBER SHEET NAME

MH602 MECHANICAL SCHEDULES

MH603 MECHANICAL SCHEDULES

MH604 MECHANICAL SCHEDULES

MH801 CONTROL DIAGRAM/SEQUENCE

MH802 CONTROL DIAGRAM/SEQUENCE

MP101 LEVEL 1 MECHANICAL PIPING PLAN

MP102 LEVEL 2 MECHANICAL PIPING PLAN

MP103 LEVEL 3 MECHANICAL PIPING PLAN

MP104 LEVEL 4 MECHANICAL PIPING PLAN

MP104ALT LEVEL 4 MEHCANICAL PIPING PLAN ATL

MP105 LEVEL 5 MECHANICAL PIPING PLAN

MP201 MECHANICAL HOT WATER PIPING SCHEMATIC

MP202 MECHANICAL CHILLED WATER PIPING SCHEMATIC

MZ101 LEVEL 1 TEMPERATURE CONTROL ZONE PLAN

MZ102 LEVEL 2 TEMPERATURE CONTROL ZONE PLAN

MZ103 LEVEL 3 TEMPERATURE CONTROL ZONE PLAN

MZ104 LEVEL 4 TEMPERATURE CONTROL ZONE PLAN

MZ105 LEVEL 5 TEMPERATURE CONTROL ZONE PLAN

PL101 LEVEL 1 PLUMBING PLAN

PL102 LEVEL 2 PLUMBING PLAN

PL103 LEVEL 3 PLUMBING PLAN

PL104 LEVEL 4 PLUMBING PLAN

PL104ALT LEVEL 4 PLUMBING PLAN ATL

PL105 LEVEL 5 PLUMBING PLAN

PL201 PLUMBING SCHEMATIC

PL301 WASTE & VENT SCHEMATICS

PL401 LEVEL 1 ENLARGED PLUMBING PLANS

PL402 LEVEL 2 ENLARGED PLUMBING PLANS

PL403 LEVEL 3 ENLARGED PLUMBING PLANS

PL404 LEVEL 4 ENLARGED PLUMBING PLANS

PL405 LEVEL 5 ENLARGED PLUMBING PLANS

PL501 PLUMBING DETAILS

PL601 PLUMBING SCHEDULES

MECHANICAL: 55

ELECTRICAL

EE001 SHEET INDEX, ABBREVIATIONS, AND GENERAL NOTES

EE501 DETAILS

EE502 DETAILS

EE701 TYPICAL MOUNTING HEIGHT DETAILS

ES101 SITE DEMOLITION PLAN

ES102 SITE ELECTRICAL PLAN

ES103 SITE LIGHTING CALCULATIONS

ES501 TRANSFORMER AND TRANSFORMER PADVAULT DETAILS

EP101A LEVEL 1 POWER  PLAN - AREA A

EP101B LEVEL 1 POWER PLAN - AREA B

EP102A LEVEL 2 POWER PLAN - AREA A

EP102B LEVEL 2 POWER PLAN - AREA B

EP103 LEVEL 3 POWER PLAN

EP104 LEVEL 4 POWER PLAN

EP105 LEVEL 5 POWER PLAN

EP106 ROOF/PENTHOUSE POWER PLAN

EP601 ONE-LINE DIAGRAM

EP602 ONE-LINE DIAGRAM - CONT.

EP603 MECHANICAL ELEC EQUIP LOAD SCHEDULE

EP604 MECHANICAL ELEC EQUIP LOAD SCHEDULE

EP605 PANEL SCHEDULES

EP606 PANEL SCHEDULES

EP607 PANEL SCHEDULES

EP608 PANEL SCHEDULES

EP609 PANEL SCHEDULES

EL101A LEVEL 1 LIGHTING PLAN - AREA A

EL101B LEVEL 1 LIGHTING PLAN - AREA B

EL102A LEVEL 2 LIGHTING PLAN - AREA A

EL102B LEVEL 2 LIGHTING PLAN - AREA B

EL103 LEVEL 3 LIGHTING PLAN

EL104 LEVEL 4 LIGHTING PLAN

EL105 LEVEL 5 LIGHTING PLAN

EL501 LIGHTING DETAILS

EL601 FIXTURE SCHEDULE

EL602 LIGHTING SCHEDULES

EL603 DIMMING ONE-LINE AND SCHEDUELS

EL604 RELAY DETAIL AND CONTROL SCHEMATICS

ET101A LEVEL 1 TELECOMMUNICATIONS PLAN - AREA A

ET101B LEVEL 1 TELECOMMUNICATIONS PLAN - AREA  B

ET102A LEVEL 2 TELECOMMUNICATIONS PLAN - AREA A

ET102B LEVEL 2 TELECOMMUNICATIONS PLAN - AREA B

ET103 LEVEL 3 TELECOMMUNICATIONS PLAN

ET104 LEVEL 4 TELECOMMUNICATIONS PLAN

ET105 LEVEL 5 TELECOMMUNICATIONS PLAN

ET601 TELECOMMUNICATIONS RISER AND GROUNDING
DIAGRAMS

EY101A LEVEL 1 AUXILIARY PLAN - AREA A

EY101B LEVEL 1 AUXILIARY PLAN - AREA B

EY102A LEVEL 2 AUXILIARY PLAN - AREA A

EY102B LEVEL 2 AUXILIARY PLAN - AREA B

EY103 LEVEL 3 AUXILIARY PLAN

EY104 LEVEL 4 AUXILIARY PLAN

EY105 LEVEL 5 AUXILIARY PLAN

EY601 SECURITY SYSTEM RISER DIAGRAMS

EJ101A LEVEL 1 AUDIO VIDEO ROUGH-IN CEILING PLAN - AREA A

EJ101B LEVEL 1 AUDIO VIDEO ROUGH-IN CEILING PLAN - AREA B

EJ102A LEVEL 2 AUDIO VIDEO ROUGH-IN CEILING PLAN - AREA A

EJ102B LEVEL 2 AUDIO VIDEO ROUGH-IN CEILING PLAN - AREA B

EJ103 LEVEL 3 AUDIO VIDEO ROUGH-IN CEILING PLAN

EJ104 LEVEL 4 AUDIO VIDEO ROUGH-IN CEILING PLAN

EJ105 LEVEL 5 AUDIO VIDEO ROUGH-IN CEILING PLAN

EJ111A LEVEL 1 AUDIO VIDEO ROUGH-IN FLOOR PLAN - AREA A

EJ111B LEVEL 1 AUDIO VIDEO ROUGH-IN FLOOR PLAN - AREA B

EJ112A LEVEL 2 AUDIO VIDEO ROUGH-IN FLOOR PLAN - AREA A

EJ112B LEVEL 2 AUDIO VIDEO ROUGH-IN FLOOR PLAN - AREA B

EJ113 LEVEL 3 AUDIO VIDEO ROUGH-IN FLOOR PLAN

EJ114 LEVEL 4 AUDIO VIDEO ROUGH-IN FLOOR PLAN

EJ115 LEVEL 5 AUDIO VIDEO ROUGH-IN FLOOR PLAN

EJ301 AV SECTIONS

EJ501 AV SYSTEMS DETAILS

EJ601 AV ROUGH IN RISER AND SCHEDULE

EK101 LIGHTNING PROTECTION PLAN

EK501 LIGHTNING PROTECTION DETAILS

FA101A LEVEL 1 FIRE ALARM PLAN - AREA A

FA101B LEVEL 1 FIRE ALARM PLAN - AREA B

FA102A LEVEL 2 FIRE ALARM PLAN - AREA A

FA102B LEVEL 2 FIRE ALARM PLAN - AREA B

FA103 LEVEL 3 FIRE ALARM PLAN

FA104 LEVEL 4 FIRE ALARM PLAN

FA104ALT LEVEL 4 FIRE ALARM PLAN ALT

FA105 LEVEL 5 FIRE ALARM PLAN

FA106 ROOF FIRE ALARM PLAN

FA601 FIRE ALARM RISER

TA001 AV EQUIPMENT LIST, NOTES, DEFINITIONS AND SHEET
INDEX

TA101 LEVEL 1 AUDIO VISUAL SYSTEMS FLOOR PLAN

TA102 LEVEL 2 AUDIO VISUAL SYSTEMS FLOOR PLAN

TA103 LEVEL 3 AUDIO VISUAL SYSTEMS FLOOR PLAN

TA104 LEVEL 4 AUDIO VISUAL SYSTEMS FLOOR PLAN

TA105 LEVEL 5 AUDIO VISUAL SYSTEMS FLOOR PLAN

TA111 LEVEL 1 AUDIO VISUAL SYSTEMS CEILING PLAN

TA112 LEVEL 2 AUDIO VISUAL SYSTEMS CEILING PLAN

TA113 LEVEL 3 AUDIO VISUAL SYSTEMS CEILING PLAN

TA114 LEVEL 4 AUDIO VISUAL SYSTEMS CEILING PLAN

TA115 LEVEL 5 AUDIO VISUAL SYSTEMS CEILING PLAN

TA401 AV EQUIPMENT ROOM PLANS AND ELEVATIONS

TA501 AV SYSTEM DETAILS

TA601 AV SYSTEM SINGLE LINE DIAGRAMS

TA602 AV SYSTEM SINGLE LINE DIAGRAMS AND MATRIX

TA603 AV SYSTEM SINGLE LINE DIAGRAMS

TA701 AV SYSTEM CONNECTION PANEL DETAILS

TA702 AV SYSTEM CONNECTION PANNEL DETAILS

ELECTRICAL: 100

Grand total: 368

SHEET
NUMBER SHEET NAME

A607 CURTAIN WALL FRAME TYPES

A608 CURTAIN WALL FRAME TYPES

A609 STOREFRONT TYPES

A700 SIGNAGE SCHEDULE

A701 SIGNAGE SCHEDULE - 4TH FLOOR ALTERNATE

A702 ARCHITECTURAL SIGNAGE TYPES & DETAILS

A703 ARCHITECTURAL SIGNAGE TYPES & DETAILS

A704 ARCHITECTURAL SIGNAGE TYPES & DETAILS

A705 ARCHITECTURAL SIGNAGE TYPES & DETAILS

A711A LEVEL 1 AREA A SIGNAGE PLANS

A711B LEVEL 1 AREA B SIGNAGE PLAN

A721 LEVEL 2 SIGNAGE PLAN

A731 LEVEL 3 SIGNAGE PLAN

A741 LEVEL 4 SIGNAGE PLAN

A741alt LEVEL 4 SIGNAGE PLAN ALT.

A751 LEVEL 5 SIGNAGE PLAN

A901 3D PERSPECTIVES

ARCHITECTURAL: 131

STRUCTURAL

SE001 GENERAL STRUCTURAL NOTES

SE002 GENERAL STRUCTURAL NOTES

SE003 GENERAL STRUCTURAL NOTES

SB101 FOOTING & FOUNDATION PLAN

SB501 TYPICAL FOOTING & FOUNDATION DETAILS

SB502 TYPICAL FOOTING & FOUNDATION DETAILS

SB601 STRUCTURAL SCHEDULES

SB602 STRUCTURAL SCHEDULES

SF101 LEVEL 2 FLOOR FRAMING PLAN

SF102 LEVEL 3 FLOOR FRAMING PLAN

SF103 LEVEL 4 FLOOR FRAMING PLAN

SF104 LEVEL 5 FLOOR FRAMING PLAN

SF105 ROOF FRAMING PLAN

SF106 PARAPET FRAMING PLAN

SF107 MISC FRAMING PLANS

SF110 HOLDING CELL ROOF FRAMING PLANS

SF111 RAISED FLOOR PLANS

SF201 MOMENT FRAME ELEVATIONS

SF202 MOMENT FRAME ELEVATIONS

SF205 COOLING TOWER PARAPET & FRAME ELEVATIONS

SF210 SIDEPLATE GENERAL NOTES

SF211 SIDEPLATE GENERAL NOTES

SF212 SIDEPLATE A TYPE & B TYPE TYPICAL DETAILS

SF213 SIDEPLATE C TYPE TYPICAL DETAILS

SF214 SIDEPLATE HSS A&B TYPE TYPICAL DETAILS

SF215 SIDEPLATE TYPICAL BEAM DETAILS

SF216 SIDEPLATE MISC DETAILS

SF401 STAIR FRAMING PLANS

SF402 STAIR FRAMING PLANS

SF404 STAIR FRAMING DETAILS

SF501 FLOOR FRAMING DETAILS

SF502 FLOOR FRAMING DETAILS

SF503 FLOOR FRAMING DETAILS

SF504 FLOOR FRAMING DETAILS

SF515 ROOF FRAMING DETAILS

SF516 ROOF FRAMING DETAILS

SF517 ROOF FRAMING DETAILS

SF518 ROOF FRAMING DETAILS

SF601 STRUCTURAL SCHEDULES

SF602 STRUCTURAL SCHEDULES

STRUCTURAL: 40

MECHANICAL

M001 MECHANICAL LEGEND, SYMBOLS & ABBREVIATIONS

FP101 LEVEL 1 FIRE PROTECTION

FP102 LEVEL 2 FIRE PROTECTION

FP103 LEVEL 3 FIRE PROTECTION

FP104 LEVEL 4 FIRE PROTECTION

FP105 LEVEL 5 FIRE PROTECTION

FP106 FIRE PROTECTION ROOF ACCESS PLAN

FP501 FIRE PROTECTION DETAILS

MH101 LEVEL 1 MECHANICAL PLAN

MH102 LEVEL 2 MECHANICAL PLAN

MH103 LEVEL 3 MECHANICAL PLAN

MH104 LEVEL 4 MECHANICAL PLAN

MH104ALT LEVEL 4 MECHANICAL PLAN ALT

MH105 LEVEL 5 MECHANICAL PLAN

MH106 MECHANICAL ROOF ACCESS LEVEL PLAN

MH301 MECHANICAL BUILDING SECTIONS

MH302 MECHANICAL BUILDING SECTIONS

MH303 MECHANICAL BUILDING SECTIONS

MH501 MECHANICAL DETAILS

MH502 MECHANICAL DETAILS

MH503 MECHANICAL DETAILS

MH601 MECHANICAL DETAILS

SHEET
NUMBER SHEET NAME

A141.2alt LEVEL 4, DIMENSION AND WALL TYPES ALT.

A141.3 LEVEL 4, FINISH PLAN

A141.3alt LEVEL 4, FINISH PLAN ALT.

A141.4 LEVEL 4, REFLECTED CEILING

A141.4alt LEVEL 4, REFLECTED CEILING ALT.

A151.1 LEVEL 5, ANNOTATED

A151.2 LEVEL 5, DIMENSION AND WALL TYPES

A151.3 LEVEL 5, FINISH PLAN

A151.4 LEVEL 5, REFLECTED CEILING

A160 ROOF PLAN

A161 ENLARGED ROOF PLANS

A162 ENLARGED ROOF PLANS

A170 ACCESS FLOORING PLANS

A201 BUILDING ELEVATIONS

A202 BUILDING ELEVATIONS

A203 BUILDING ELEVATIONS

A204 BUILDING ELEVATIONS

A205 PARTIAL BUILDING ELEVATIONS

A206 PARTIAL BUILDING ELEVATIONS

A301 BUILDING SECTIONS

A302 BUILDING SECTIONS

A303 BUILDING SECTIONS

A304 BUILDING SECTIONS

A305 BUILDING SECTIONS

A310 WALL SECTIONS

A311 WALL SECTIONS

A312 WALL SECTIONS

A313 WALL SECTIONS

A314 WALL SECTIONS

A315 WALL SECTIONS

A316 WALL SECTIONS

A317 WALL SECTIONS

A318 WALL SECTIONS

A319 WALL SECTIONS

A320 WALL SECTIONS

A321 WALL SECTIONS

A410 STAIR PLANS, ELEVATIONS & SECTIONS

A411 STAIR PLANS, ELEVATIONS & SECTIONS

A412 STAIR PLANS, ELEVATIONS & SECTIONS

A413 STAIR PLANS, ELEVATIONS & SECTIONS

A414 STAIR PLANS, ELEVATIONS & SECTIONS

A415 STAIR PLANS, ELEVATIONS & SECTIONS

A416 STAIR PLANS, ELEVATIONS & SECTIONS

A417 STAIR PLANS, ELEVATIONS & SECTIONS

A418 STAIR PLANS, ELEVATIONS & SECTIONS

A420 ENLARGED PLANS AND ELEVATIONS

A421 ENLARGED PLANS AND ELEVATIONS

A422 ENLARGED PLANS AND ELEVATIONS

A423 ENLARGED PLANS AND ELEVATIONS

A424 ENLARGED PLANS AND ELEVATIONS

A425 ENLARGED PLANS AND ELEVATIONS

A427 ENLARGED PLANS AND ELEVATIONS

A428 ENLARGED PLANS AND ELEVATIONS

A429 ENLARGED PLANS AND ELEVATIONS

A430 ENLARGED PLANS AND ELEVATIONS

A431 ENLARGED PLANS AND ELEVATIONS

A432 ENLARGED PLANS AND ELEVATIONS

A500 WALL TYPES AND GENERAL NOTES

A501 WALL TYPES AND GENERAL NOTES

A502 DETAILS - ROOF

A503 DETAILS - EXTERIOR

A504 DETAILS - EXTERIOR

A505 DETAILS - EXTERIOR

A506 DETAILS - DOOR AND WINDOW

A507 DETAILS - DOOR AND WINDOW

A508 DETAILS - DOOR AND WINDOW

A509 DETAILS - DOOR AND WINDOW

A510 DETAILS - DOOR AND WINDOW

A511 DETAILS - INTERIOR - TYPICAL INTERIOR FRAMING
DETAILS

A512 DETAILS - INTERIOR

A513 DETAILS - INTERIOR

A514 DETAILS - CEILING

A516 DETAILS - VERTICAL CIRCULATION

A517 DETAILS - VERTICAL CIRCULATION

A518 DETAILS - CASEWORK

A519 DETAILS - COLUMN FRAMING

A520 DETAILS - COLUMN FRAMING

A524 DETAILS - FLOOR

A601 DOOR SCHEDULES

A602 DOOR AND FRAME TYPES

A603 CURTAIN WALL FRAME TYPES

A604 CURTAIN WALL FRAME TYPES

A605 CURTAIN WALL FRAME TYPES

A606 CURTAIN WALL FRAME TYPES

SHEET
NUMBER SHEET NAME

GENERAL

C1 COVER

C2 COVER

G001 GENERAL INFORMATION AND INDEX

G002 SPECIAL INSPECTIONS

G003 SPECIAL INSPECTIONS AND NONSTRUCTURAL
COMPONENT CHECKLIST

G004 FIRE PROTECTION AND OCCUPANCY LOADS

G005 FIRE PROTECTION AND OCCUPANCY LOADS

G200 UL LISTINGS

G201 UL LISTINGS

G202 UL LISTINGS

G203 UL LISTINGS

G300 TYPICAL ANSI ACCESSIBILITY STANDARDS

G400 MOCKUP

GENERAL: 13

CIVIL

CD1.01 CIVIL DEMOLITION PLAN

CS1.01 SITE PLAN

CG1.01 GRADING PLAN

CU1.01 UTILITY PLAN

CD5.01 DETAILS

CD5.02 DETAILS

CD5.03 UDOT DETAILS

PP1.01 20TH STREET PLAN & PROFILE

PP1.02 20TH STREET PLAN & PROFILE

PP1.03 WALL STREET PLAN & PROFILE

CW1.01 DEMOLITION SWPP PLAN

COVER TRAFFIC ENGINEERING COVER

SG-1A STREET SIGNAL EXISTING LAYOUT

SG-2A STREET SIGNAL REMOVAL PLAN

SG-3A STREET SIGNAL PROPOSED SIGNAL

SG-4A STREET SIGNAL PROPOSED DETECTION

SG-5A STREET SIGNAL CIRCUITS

SL-1A TRAFFIC SIGNAL MAST ARM POLE AND LUMINAIRE
EXTENSION

SL-1B TRAFFIC SIGNAL MAST ARM POLE AND LUMINAIRE
EXTENSION

SL-2 TRAFFIC SIGNAL MAST ARM DETAILS 30 FT THRU 75 FT

SL-4 TRAFFIC SIGNAL MAST ARM POLE FOUNDATION

SL-5 TRAFFIC SIGNAL POLE

SL-6 SIGNAL HEAD DETAILS

SL-7 PEDESTRIAN SIGNAL ASSEMBLY

CIVIL: 24

LANDSCAPING

L-L101 LANDSCAPE PLAN

L-L501 LANDSCAPE DETAILS

L-R101 IRRIGATION PLAN

L-R501 IRRIGATION SCHEDULES AND DETAILS

L-R502 IRRIGATION DETAILS

LANDSCAPING: 5

ARCHITECTURAL

AS100 OVERALL SITE PLAN

AS101 ENLARGED SITE PLANS

AS500 TYPICAL SITE DETAILS

A010 LEVEL 1 AND 2 OVERALL PLANS

A020 LEVEL 3, 4 AND FIVE OVERALL PLANS

A031 LEVEL 1  SLAB EDGE PLAN

A032 LEVEL 2 SLAB EDGE PLAN

A033 LEVEL 3 SLAB EDGE PLAN

A034 LEVEL 4 SLAB EDGE PLAN

A035 LEVEL 5 SLAB EDGE PLAN

A036 ROOF DECK EDGE PLAN

A111.1A LEVEL 1, ANNOTATED

A111.1B LEVEL 1, ANNOTATED

A111.2A LEVEL 1, DIMENSION AND WALL TYPES

A111.2B LEVEL 1, DIMENSION AND WALL TYPES

A111.3A LEVEL 1, AREA A FINISH PLAN

A111.3B LEVEL 1, AREA B FINISH PLAN

A111.4A LEVEL 1, REFLECTED CEILING

A111.4B LEVEL 1, REFLECTED CEILING

A121.1 LEVEL 2, ANNOTATED

A121.2 LEVEL 2, DIMENSION AND WALL TYPES

A121.3 LEVEL 2, FINISH PLAN

A121.4 LEVEL 2, REFLECTED CEILING

A131.1 LEVEL 3, ANNOTATED

A131.2 LEVEL 3, DIMENSION AND WALL TYPES

A131.3 LEVEL 3, FINISH PLAN

A131.4 LEVEL 3, REFLECTED CEILING

A141.1 LEVEL 4, ANNOTATED

A141.1alt LEVEL 4, ANNOTATED ALT.

A141.2 LEVEL 4, DIMENSION AND WALL TYPES

SHEET INDEX

VICINITY MAP

ABBREVIATIONS

& AND
@ AT

ACT ACOUSTICAL CEILING TILE
ADJ ADJUSTABLE
AFF ABOVE FINISH FLOOR
ALT ALTERNATE
AL/ALUM  ALUMINUM
APPROX  APPROXIMATE
ARCH ARCHITECTURAL

BD BOARD
BLDG BUILDING
BLK BLOCK (ING)
BO BOTTOM OF
BRG BEARING
BSMT BASEMENT
BS BOTH SIDES
BW BOTH WAYS

CAB CABINET
CB CATCH BASIN
CCSA CUSTOM COLOR SELECTED BY ARCHITECT
CG CORNER GUARD
CHAM CHAMFER
CJ CONTROL JOINT
CL CENTER LINE
CLG CEILING
CLR CLEAR
CM CONSTRUCTION MANAGER
COL COLUMN
COMP COMPUTER
CONC CONCRETE
CONT CONTINUOUS
CMU CONCRETE MASONRY UNIT
CSBA COLOR SELECTED BY ARCHITECT
CT CERAMIC TILE

D DEPTH
DB DECK BEARING
DBL DOUBLE
DEPT DEPARTMENT
DF DRINKING FOUNTAIN
DIA DIAMETER
DIM DIMENSION
DN DOWN
DRN DRAIN
DTL/ DET  DETAIL
DW DISHWASHER
DWG DRAWING

E EAST
EA EACH
EIFS EXTERIOR INSULATION SYSTEM
EJ EXPANSION JOINT
ELEC ELECTRICAL
ELEV ELEVATION
EQ EQUAL
EQUIP EQUIPMENT
EVAP EVAPORATIVE
EXIST EXISTING
EXP EXPANSION
EXT EXTERIOR
EWC ELECTRIC WATER COOLER

FA FIRE ALARM
FD FLOOR DRAIN
FDN FOUNDATION
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FG FINISH GRADE
FH FIRE HYDRANT

FIN FINISHED
FLR FLOOR
F.O. FACE OF
FT FOOT, FEET
FRP FIBER REINFORCED PANEL
FRT FIRE RETARDANT TREATED WOOD
FTG FOOTING
FV FIELD VERIFY

GA. GAUGE
GALV GALVANIZED
GB GRAB BAR
GC GENERAL CONTRACTOR
GFRC GLASSFIBER REINFORCED PANEL
GYP GYPSUM
GWB GYPSUM WALLBOARD

HB HOSE BIBB
HC HANDICAP ACCESSIBLE
HDW HARDWARE
HDF HIGH DENSITY FIBERBOARD
HM HOLLOW METAL
H HEIGHT
HOR HORIZONTAL

ID INSIDE DIAMETER
ICF INSULATED CONCRETE FORM
IN INCH
INCL INCLUDE
INFO INFORMATION
INT INTERIOR
INSUL INSULATE, (D), (ION)
INV INVERT

JST JOIST
JT JOINT

LAV LAVATORY
LB/ LBS POUND (S)

MAT MATERIAL (S)
MAX MAXIMUM
MDF MEDIUM DENSITY FIBERBOARD
MECH MECHANICAL
MEMB MEMBRANE
MEZZ MEZZANINE
MFR MANUFACTURER
MGR MANAGER
MIN MINIMUM
MIR MIRROR
MISC MISCELLANEOUS
MO MASONRY OPENING
MTD MOUNT, (ED)
MTL METAL
MW MICROWAVE

N NORTH
NIC NOT IN CONTRACT
NO. NUMBER
NOM NOMINAL
NRC NOISE REDUCTION COEFFICIENT
NTS NOT TO SCALE

OC ON CENTER
OD OUTSIDE DIAMETER
OFD OVERFLOW DRAIN
OH OVERHEAD
OPG OPENING
OPP OPPOSITE
OSB ORIENTED STRAND BOARD
OZ OUNCE

PERI PERIMETER
PERM PERMENANT
PL PLATE
PLAM PLASTIC LAMINATE
PNL PANEL
P.O. POINT OF
PR PAIR
PT POST TENSIONED
PART PARTITION
PLY PLYWOOD

QT QUARRY TILE

R / RAD RADIUS
RCP REFLECTED CEILING PLAN
REC RECESSED
REF REFERENCE

REFG REFRIGERATOR
REINF REINFORCE (ED)
REM REMOVE (ED)
REPL REPLACE
REQD REQUIRED
REV REVISION (S)
RM ROOM
RO ROUGH OPENING

S SOUTH
SALV SALVAGE (ED)
SECT SECTION
SF SQUARE FOOT
SIM SIMILAR
SLNT SEALANT
SPEC SPECIFICATION (S)
SQ SQUARE
SS STAINLESS STEEL
STC SOUND TRANSMISSION CLASS
STD STANDARD
STL STEEL
STOR STORAGE
STRUC STRUCTURE (AL)
SUSP SUSPENDED
SYM SYMMETRY (ICAL)

T THICKNESS
T & B TOP AND BOTTOM
T & G TONGUE AND GROOVE
TBD TO BE DETERMINED
TEMP TEMPORARY
THRU THROUGH
T.O. TOP OF
TRANS TRANSFORMER
TS TUBE STEEL
TYP TYPICAL

UNF UNFINISHED
UNO UNLESS OTHERWISE NOTED

VAR VARIES
VB VAPOR BARRIER
VCT VINYL COMPOSITION TILE
VERT VERTICAL
VEST VESTIBULE
VWC VINYL WALLCOVERING

W WEST
W WIDTH
W/ WITH
WC WATER CLOSET
WD WOOD
W/O WITHOUT
WSCT WAINSCOT
WWF WELDED WIRE FABRIC

NOT ALL ABBREVATIONS MAY BE USED

DEFERRED SUBMITTALS - DFCM

CONTRACTOR IS RESPONSIBLE TO SUBMIT DEFERRED SUBMITTALS IN
ACCORDANCE WITH IBC 106.3.4.2.   AS PART OF THE SUBMITTAL PROCESS, THE
CONTRACTOR IS TO SUBMIT ALL ICC ERS REPORTS FOR ITEMS NOTED.

03 4100  PRECAST STRUCTURAL CONCRETE PANEL DESIGN AND ATTACHMENTS
03 4910  GLASS FIBER REINFORCED CONCRETE PANEL ATTACHMENTS
05 4200  COLD FORM METAL FRAMING
05 5000  METAL FABRICATIONS (STAIRS AND LADDERS)
05 7300  ORNAMENTAL HANDRAILS AND RAILINGS (GLASS RAILS)
07 4246  COMPOSITE METAL WALL PANELS
07 8400  THROUGH-PENETRATION FIRE STOPS
07 8443  FIRE RESISTANT FIRESTOPS AND JOINT SYSTEMS
08 4413  GLAZED ALUMINUM CURTAIN WALLS
09 6903  ACCESS FLOORING
20 0548  MECHANICAL SYSTEMS SEISMIC CONTROL
21 1000  FIRE SPRINKLING AND FIRE PROTECTION SERVICES
26 0548  ELECTRICAL SYSTEMS SEISMIC CONTROL
28 3111  FIRE ALARM BATTERY AND VOLTAGE DROP CALCULATIONS

STRUCTURAL DESIGN FOR SEISMIC SUPPORT OF CURTAINWALL, GFRC PANELS,
ACM PANELS,  ACCESS FLOOR, FIRE SPRINKLER, MECHANICAL EQUIPMENT AND
ELECTRICAL EQUIPMENT IS TO BE PROVIDED BY THE CONTRACTOR SHOWING
COMPLIANCE WITH  ASCE 7-05.  SEE NONSTRUCTURAL COMPLIANCE CHECKLIST
AND GENERAL NOTES ON SHEET G003

GENERAL NOTES

IT IS THE CONTRACTORS RESPONSIBILITY TO REVIEW AND COORDINATE
THE WORK OF ALL SUB-CONTRACTORS, TRADES AND SUPPLIERS WITH THE
REQUIREMENTS OF THE CONTRACT DOCUMENTS BEFORE COMMENCING
CONSTRUCTION, AND TO ASSURE THAT ALL PARTIES ARE AWARE OF ALL
REQUIREMENTS, REGARDLESS OF WHERE THE REQUIREMENTS OCCUR IN
THE CONTRACT DOCUMENTS, WHICH MIGHT AFFECT THE WORK OF THAT
PARTY.

AS PART OF THE CONTRACTOR'S RESPONSIBILITY TO COORDINATE THE
WORK OF ALL SUB-CONTRACTORS, TRADES AND SUPPLIERS, THE
CONTRACTOR SHALL ENDEAVOR TO IDENTIFY AND NOTIFY THE ARCHITECT
OF ANY CONFLICTS BETWEEN THE WORK OF DIFFERENT PARTIES AT THE
EARLIEST POSSIBLE DATE SO AS TO ALLOW REASONABLE AND ADEQUATE
TIME FOR THE CONFLICT TO BE RESOLVED WITHOUT DELAYING THE WORK.
ALL DEVIATIONS FROM THAT WHICH IS REQUIRED BY THE CONTRACT
DOCUMENTS MUST BE APPROVED IN ADVANCE BY THE ARCHITECT.

THE ARCHITECTURAL DRAWINGS ESTABLISH AND COORDINATE THE
FINISHED APPEARANCE AND EXACT LOCATION OF ALL EXPOSED ELEMENTS
OF THE WORK OF ALL THE TRADES, INCLUDING THAT WORK WHICH IS
ILLUSTRATED PRIMARILY ON DRAWINGS OF OTHER DISCIPLINES. QUANTITIES
ARE TO BE PROVIDED AS SHOWN ON DRAWINGS OF OTHER DISCIPLINES BUT
LOCATIONS SHOWN ON OTHER DRAWINGS ARE SCHEMATIC, UNLESS
OTHERWISE NOTED ON THE ARCHITECTURAL DRAWINGS. THE
ARCHITECTURAL DRAWINGS TAKE PRECEDENCE FOR THE FINISHED
APPEARANCE AND EXACT LOCATION OF ALL PARTS OF THE WORK.

EXCEPT WHERE DIRECTED TO PLACE ITEMS OF WORK AT THE
APPROXIMATE LOCATION SHOWN; DO NOT SCALE DRAWINGS FOR
DIMENSIONAL INFORMATION. ALL ELEMENTS OF THE DRAWINGS MAY NOT BE
DRAWN TO EXACT SCALE. ALL DIMENSIONS REQUIRED ARE SHOWN OR MAY
BE DERIVED FROM THOSE SHOWN ON THE FLOOR PLANS, DETAIL PLANS,
ELEVATIONS, SECTIONS, DETAILS, SCHEDULES AND SPECIFICATIONS. IF
DIMENSIONS ARE NOT PRESENT, THE ARCHITECT IS TO BE NOTIFIED SO
THAT A CLARIFICATION CAN BE ISSUED.

CONTRACTOR TO FOLLOW ANSI 117-1 2003 AS REPRESENTED ON SHEET
G2.1 FOR ACCESSIBILITY GUIDELINES. NOTIFY ARCHITECT IF THE DESIGN
DRAWINGS CONFLICT WITH THIS SHEET.

1.

2.

3.

4.

5.UTILITY CONTACTS

POWER
ROCKY MOUNTAIN POWER
201 South Main Street #2300
Salt Lake City, UT  84111
p: 888 221 7070

WATER
OGDEN CITY WATER UTILITIES
133 West 29th Street
Ogden, UT  84401
p: 801 629 8321

NATURAL GAS
QUESTAR GAS
2974 Washington Blvd
Ogden, UT  84401
p: 801 621 3262

TELEPHONE
CENTURYLINK
2601 Industrial Drive
Ogden, UT  84401
p: 888 997 9378

UTILITY LOCATOR
COMMON GROUND ALLIANCE
National Hotline: 811

Blue Stakes: 800 662 4111

SEWER
OGDEN CITY WATER UTILITIES
133 West 29th Street
Ogden, UT  84401
p: 801 629 8321
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NOTES TO BIDDERS

THIS SHEET CONTAINS A LIST OF DRAWINGS WHICH COMPRISE A FULL SET
OF DRAWINGS FOR THIS PROJECT.  ANY CONTRACTOR, SUBCONTRACTOR,
VENDOR OR ANY OTHER PERSON PARTICIPATING IN OR BIDDING ON THIS
PROJECT SHALL BE RESPONSIBLE FOR THE INFORMATION CONTAINED IN
ANY AND ALL SHEETS OF DRAWINGS AND SPECIFICATIONS.  IF ANY PERSON,
PARTY OR ENTITY ELECTS TO SUBMIT BIDS FOR ANY PORTION, OR ALL, OF
THIS PROJECT, THAT PERSON, PARTY OR ENTITY SHALL BE RESPONSIBLE
FOR ANY AND ALL INFORMATION CONTAINED IN THESE DRAWINGS AND
SPECIFICATIONS, INCLUDING, BUT NOT LIMITED TO, ANY SUBSEQUENT
ADDENDUMS OR CLARIFICATIONS THAT MAY BE ISSUED.

THESE DOCUMENTS SHOW THE DESIGN INTENT.  IT IS THE CONTRACTORS
RESPONSIBILITY TO PROVIDE EVERYTHING SHOWN ON THE DRAWINGS OR
SPECIFIED REGARDLESS OF WHERE IT IS SHOWN ON THE DRAWINGS OR IN
THE SPECIFICATIONS.   FOR EXAMPLE; SOME MILLWORK DETAILS HAVE STEEL
FRAMES WHICH MAY BE PROVIDED BY DIVISION 05 OR WITH THE MILLWORK
AT THE CONTRACTOR'S DISCRETION, BUT IT SHALL BE PROVIDED AS PART
OF THE CONTRACT.

EVERYTHING CALLED FOR IN THESE DOCUMENTS SHALL BE "NEW" AND
PROVIDED BY THE CONTRACTOR, SUBCONTRACTOR, VENDOR OR ANY
OTHER PERSON PARTICIPATING IN OR BIDDING ON THIS PROJECT UNLESS
NOTED OTHERWISE AS EXISTING (EXIST), NOT IN CONTRACT (NIC) OR FOR
REFERENCE ONLY.  FURNISHINGS SHOWN DASHED SHALL BE FOR
REFERENCE ONLY.

1.

2.

3.

CODE ANALYSIS

APPLICABLE CODES
BOOK YEAR BOOK YEAR

Occupancy and Group:  Assembly A3, Buisness B, Institutional I3 (Condition 5)
Change in Use: Yes _______ No ___X___  Mixed Occupancy:  Yes ___X___ No _______
Special Use and Occupancy (e.g. High Rise, Covered Mall): ________None_______________

Seismic Design Category:  D Design Wind Speed:  90 MPH

Type of Construction (circle one):

Fire Resistance Rating: Requirments for the Exterior Walls based on the fire separation distance
(in hours):

North: 0 Hours South: 0 Hours East: 0 Hours West: 0 Hours-

Mixed Occupancies:Yes Nonseparated Uses: Yes

Sprinklers: IBC Section 903.3.1
            Required: Yes Provided: Yes    Type of Sprinkler System: WET AND DRY SYSTEMS

Number of Stories: Five Building Height: 117'-4"

Actual Area per floor (square feet): 1 25631 SQ. FT.
2 16601 SQ. FT.
3 16431 SQ. FT.
4 14772 SQ. FT.
5 14772 SQ. FT.

Tabular Area: TYPE 1B - UNLIMITED

Fire Resistance Requirements for Building Elements (hours). Table 601

A.

B.

C.

D.

E.

F.

G.

H.

I.

K.

L.

M.

A B A B A B HT A B

Hours

0

0

0

2

0

2

2

Element

Exterior Bearing Walls

Interior Bearing Walls

Exterior Non-Bearing Walls

Structural Frame

Partitions - Permanent

Fire Barriers

Strucural Columns

Assembly
Listing

BUILDING OCCUPANT LOAD

LEVEL (1) Design Occupant Load: Secure Area 274 + Public Area 312 = 586
Secure Area - Width Required: 54.8" Exit Width Provided: 216"
Public   Area - Width Required: 62.4" Exit Width Provided: 216"
Total Exit Width Required: 117.2" Exit Width Provided: 432"

LEVEL (2) Design Occupant Load: Secure Area 170 + Public Area 275 = 445
Secure Area - Width Required: 34" Exit Width Provided: 72"
Public   Area - Width Required: 55" Exit Width Provided: 72"
Total Exit Width Required: 89" Exit Width Provided: 144"

LEVEL (3) Design Occupant Load: Secure Area 86 + Public Area 319 = 405
Secure Area - Width Required: 17.5" Exit Width Provided: 72"
Public   Area - Width Required: 63.8" Exit Width Provided: 72"
Exit Width Required: 81.3" Exit Width Provided: 144"

LEVEL (4) Design Occupant Load: Secure Area 60 + Public Area 276 = 336
Secure Area - Width Required: 12" Exit Width Provided: 72"
Public   Area - Width Required: 55.2" Exit Width Provided: 72"
Exit Width Required: 67.2" Exit Width Provided: 144"

LEVEL (5) Design Occupant Load: Secure Area 60 + Public Area 276 = 336
Secure Area - Width Required: 12" Exit Width Provided: 72"
Public   Area - Width Required: 55.2" Exit Width Provided: 72"
Exit Width Required: 67.2" Exit Width Provided: 144"

Total Design Occupant Load = 2108

Minimum Number of Required Plumbing Facilities:
See adjacent table

Element

Floors - Ceiling Floors

Roofs - Ceiling Roofs

Exterior Doors and Windows

Shaft Enclosures

Fire Walls

Fire Partitions

Smoke Partitions

Hours Assembly
Listing

2

1

0

2

-

-

0

D916

P701

-

U415

-

-

-

FOOTNOTES:
1) In case of conflict with the U.S. Department of Justice Federal Registers Parts

     through     - ADA Guidelines and specific reference to the International Building
Code Accessibility Chapters, the more restrictive requirement shall govern.

2) Additional Code Information shall be provided at the discretion of the Building
Official for Complex Buildings. Including, but not limited to:

a)    High Rise Requirements.
b)    Atriums.
c)    Performance Based Criteria.
d)    Means or Egress Analysis.
e)    Fire Assembly Locator Sheet.
f)     Exterior and Interior Accessibility Route.
g)    Fire Stopping, Including Tested Design Number.

International Building Code

International Mechanical Code

International Plumbing Code

International Fire Code

International Energy
Conservation Code

2009 IBC

2009 IMC

2009 IPC

2009 IFC

2009 IEC

National Electrical Code

Uniform Code for Building
Conservation
ADA Accessibility
Guidelines

NEC 2011

ICCPC 2009

ANSI A117.1 2006

-

-

-

-

U419

X772 / X642

SITE
ALTERNATE BIDS

ALTERNATE 1
ADDITIVE ALTERNATE TO CONSTRUCT THE COURTROOMS AND OFFICE
AREAS ON LEVEL 4.  SEE THE ALTERNATE SHEETS FOR A FULL
DESCRIPTION.

ALTERNATE 2
ADDITIVE ALTERNATE FOR PROVIDEING CERTIFIED WOOD
THROUGHOUT PROJECT PER LEED CREDIT MR 7.  SEE DIVISION 6
SPECIFICATIONS FOR MORE INFORMATION.

1 4/30/2013 Fire Marshal Response

BUILDING BOARD APPEAL LETTER
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INDICATES AREA OF ASPHALT PAVEMENT

SITE MATERIAL LEGEND

HATCH DESCRIPTION

INDICATES EXTENTS OF PROPOSED BUILDING

INDICATES AREA OF CONCRETE PAVEMENT, SEE CIVIL
DRAWINGS FOR ELEVATIONS

INDICATES AREAS TO HAVE PLANTINGS OR OTHER LANDSCAPE
MATERIAL.  SEE LANDSCAPE DRAWINGS FOR FURTHER INFORMATION.

INDICATES AREAS TO HAVE GRAVEL OTHER LANDSCAPE MATERIAL.
SEE LANDSCAPE DRAWINGS FOR FURTHER INFORMATION.

INDICATES AREA OF 6" THICK CONCRETE PAVEMENT OVER 6"
THICK SUBBASE, SEE CIVIL DRAWINGS FOR ELEVATIONS
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GENERAL SITE PLAN NOTES

GRADING AT THE BUILDING SHALL HAVE A 5% MINIMUM SLOPE AWAY
FROM THE BUILDING FOR A MINIMUM OF 10'-0”, UNO.  CONCRETE
SHALL BE SLOPED 2% AWAY FROM BUILDING.

FOUNDATION TO BE 8” ABOVE FINISHED GRADE U.N.O., ALSO REVIEW
IBC 1808.7.4

ALL CONNECTIONS FROM CITY STREETS TO THE BUILDING ARE TO BE
PROVIDED UNDER THIS CONTRACT.  CONTRACTOR TO VERIFY CITY
STANDARDS FOR ROAD, CURB, UTILITY AND SIGNAGE
REQUIREMENTS.

ALL EXTERIOR SIDEWALKS, STAIRS AND LANDINGS TO HAVE
POSITIVE DRAINAGE BUT NO MORE THAN A MAXIMUM OF 1/4” SLOPE
PER FOOT TO ALLOW POSITIVE DRAINAGE.  ALL STAIRS AND RAMPS
TO HAVE A LANDING OF 48 INCHES LONG AT THE TOP AND BOTTOM
WITH A MAXIMUM SLOPE OF 1/4” PER FOOT.  ALL REBAR IN EXTERIOR
APPLICATIONS TO BE EPOXY COATED.

ALL HARDSCAPE TO BE A MINIMUM OF 4" THICK CONCRETE OVER 4"
FREE-DRAINING GRAVEL BASE

FINISH GRADE OF SOFTSCAPE SHALL BE 2” UNIFORMLY BELOW
PAVING SURFACES UNLESS NOTED OTHERWISE.

12" X 4" X CONTINUOUS MINIMUM CONCRETE MOW STRIP, TO BE
PROVIDED AROUND ENTIRE BUILDING EXCEPT WHERE CONCRETE
SIDEWALKS OR PLANTERS OCCUR, TYP, SEE DETAIL A4/A0.02.

1.

2.

3.

4

5.

6.

7.

LIGHT POLE BASE IN ALL LANDSCAPE LOCATIONS TO BE 6” ABOVE FINISHED
GRADE, BE LOCATED AT LEAST 36” FROM FACE OF POLE BASE TO BACK OF
CURB AND HAVE A CONCRETE MOW STRIP PER DETAIL B3/AS500.  VERIFY
LOCATION ON SITE WITH ARCHITECT PRIOR TO ANY INSTALLATION.

LIGHT POLE BASE IN ALL PAVED LOCATIONS TO BE 36” ABOVE FINISHED
GRADE.  VERIFY LOCATION ON SITE WITH ARCHITECT PRIOR TO ANY
INSTALLATION.

REMOTE FDC TO HAVE VAULT FOR DRAINAGE, SEE DETAIL C6/AS500.

COORDINATE ORIENTATION OF FIRE HYDRANT OUTLETS WITH THE FIRE
MARSHALL'S OFFICE PRIOR TO THE FINAL INSTALLATION OF THE HYDRANT
ASSEMBLY.

8.

9.

10.

11.

PLAN NORTH

3214 30' WIDE OPENING x 10' TALL MOTORIZED CANTILEVERED SLIDING
DECORATIVE IRON GATE

3215 24' WIDE OPENING x 10' TALL MOTORIZED CANTILEVERED SLIDING
DECORATIVE IRON GATE

3218 3' WIDE x 10' TALL GATE SYSTEM WITH GATE CLOSER
3220 3' WIDE x 10' TALL GATE SYSTEM WITH KNOX BOX AND GATE CLOSER

LOCATED IN ADJACENT CMU WALL
3222 PEDESTAL MOUNTED CARD READER
3223 RECESSED WALL MOUNTED CARD READER
3224 RECESSED WALL MOUNTED INTERCOM
3225 TRAFFIC CONTROL ARMS & LOOP  WITH PEDESTAL MOUNTED CARD

READER
3231 PRISONER REFUGE AREA - PROVIDE STRIPED PAINTED AREA OF

1200 S.F.
3232 DRIVE APPROACH
3236 RAISED CONCRETE SIDEWALK - SEE CIVIL FOR DETAILS
3237 BIKE RACK
3240 CONCRETE WHEEL STOP
3242 BENCH
3243 TRASH RECEPTACLE
3244 RECYCLING RECEPTACLE
3245 ASHTRAY RECEPTACLE

200 EXG CONCRETE CURB AND GUTTER
203 APPROXIMATE LOCATION OF EXISTING POWER LINE
2605 LIGHT POLE AND CONCRETE BASE
2609 LIGHT BOLLARD
2610 FLAG POLE/ MONUMENT SIGNAGE LIGHTING
3200 CONC CURB AND GUTTER W/ SUBBASE
3201 ASPHALT PAVING W/ SUBBASE
3202 CONCRETE PAVING W/ SUBBASE W/ CONTROL JOINTS SEE CIVIL

DRAWINGS
3203 PAINTED PARKING STRIPE OR GRAPHIC - PAINT COLOR TO BE WHITE
3204 4" THICK CONCRETE SIDEWALK W/ SUBBASE AND CONTROL JOINTS

SEE CIVIL DRAWINGS
3205 6" THICK CONCRETE PAVING W/ 6" THICK SUBBASE AND CONTROL

JOINTS SEE CIVIL DRAWINGS
3206 ADA ACCESSIBLE CONCRETE SIDEWALK RAMP - SEE CIVIL

DRAWINGS FOR DETAILS
3207 LANDSCAPING AND IRRIGATION SYSTEM - SEE LANDSCAPE

DRAWINGS
3208 CONCRETE MOW STRIP - SEE LANDSCAPE DRAWINGS FOR LAYOUT
3209 12" WIDE CONCRETE POUR STRIP - SEE DETAIL A4/AS500
3211 6' TALL INTEGRAL COLOR CMU FENCE WALL W/ PRECAST CONC. CAP

- WALL COMPRISED OF 6X8X16 AND 12X8X16 CMU SECTIONS - SEE
DETAIL E4/AS500

3212 INTEGRAL COLOR HONED SINGLE SCORE 8X8X16 CMU WALL W/
PRECAST CONC. CAP - SEE DETAIL E3/AS500

KEYED NOTES

0' 20' 40' 60'

TRUE NORTH

SIGN NOTES

ALL SIGNS TO MEET CHAPTER 7 OF ANSI 117.1, 2003 AND INCLUDE GRADE
2 BRAILLE.  FINISH AND CONTRAST. CHARACTERS AND THEIR
BACKGROUND SHALL HAVE A NON-GLARE FINISH.  CHARACTERS SHALL
CONTRAST WITH THEIR BACKGROUND, WITH EITHER LIGHT CHARACTERS
ON A DARK BACKGROUND OR DARK CHARECTERS ON A LIGHT
BACKGROUND.

ALL SANITARY FACILITIES MUST BE IDENTIFIED, INCLUDE INTERNATIONAL
SYMBOL OF ACCESSIBILITY, PICTOGRAMS AND BRAILLE.

ALL ASSEMBLY OCCUPANCIES TO HAVE OCCUPANT LOAD POSTED NEAR
THE MAIN EXIT OR EXIT ACCESS DOORWAY.

PROVIDE CODE REQUIRED SIGNAGE AT STAIRS: TACTILE SIGN WITH
"EXIT" OUTSIDE STAIR DOORS ON UPPER FLOORS.  INSIDE STAIR SIGN TO
INDICATE STAIR NUMBER, EXIT LEVEL AND  LEVEL ON.

PROVIDE CODE REQUIRED SIGNAGE AT ALL ELEVATOR DOORS.

-

-

-

-

-
XXXX- SIGN SYMBOL, REFER TO SIGNAGE SCHEDULE ON

SHEET A700 AND SIGNAGE DETAILS ON SHEETS A701,
A702, AND A703 FOR FURTHER INFORMATION.

SCALE:  1" = 20'-0"
A5 OVERALL SITE PLAN
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PLAN NOTES
WHERE FLOOR DRAINS ARE INSTALLED, THE FLOOR IS NOT TO SLOPE TOWARD
THE DRAIN (REMAINS FLAT) EXCEPT AT THE FOLLOWING LOCATIONS:
      A. THICK SET TILE LOCATED IN CONJUCTION WITH SHOWERS.
      B. FLOORS NOT TILED AT SLAB-ON-GRADE LOCATIONS (LEVEL 1
           HOLDING AND MECHANICAL ROOMS)
WHERE FLOORS SLOPE, THE MAXIMUM FLOOR SLOPE IS NOT TO EXCEED 2%
WHILE THE MINIMUM SLOPE IS NOT TO BE LESS THAN 1%.

WHERE CONCRETE PADS ARE CALLED TO BE CONSTRUCTED UNDER EQUIPMENT
THE SLAB IS TO BE 8" THICK, U.N.O., AND IS TO  HAVE #4 BARS AT 18" O.C. EACH
WAY.  COORDINATE DIMENSIONS OF PAD WITH ACTUAL EQUIPMENT SPEC

THE CONTRACTOR IS TO ENSURE THAT  BETWEEN ANY FINISH FLOOR ELEVATION
TO 42" A.F.F. ALL GUARDRAILS ARE TO BE CONSTRUCTED AND INSTALLED SO
THAT A 4" SPHERE WILL NOT PASS BETWEEN ANY TWO ADJACENT GUARDRAIL
COMPONENTS OR BETWEEN THE EDGE OF A GUARDRAIL AND ALL ADJACENT
BUILDING ELEMENT SUCH AS A WALL OR FLOOR.

1.

2.

3.

SCALE:  1/16" = 1'-0"
C1 LEVEL 1 OVERALL

SCALE:  1/16" = 1'-0"
A1 LEVEL 2 OVERALL

0' 8' 16' 32' 48'

0' 8' 16' 32' 48'

ROOM
NUMBER ROOM NAME

1181 PROBATION OFFICER
1182 PROBATION OFFICER
1183 DEPUTY PROBATION OFFICERS
1184 CORRIDOR
1185 DRUG TESTING LAB
1186 URINALYSIS TOILET ROOM
1187 HOUSEKEEPING CLOSET
1188 CONFERENCE ROOM
1189 SMALL BREAKROOM AREA
1190 CORRIDOR
1191 JUDICIAL SUPPORT SERVICE MANAGER
1192 JUDICIAL TEAM MANAGER
1193 JUDICIAL TEAM MANAGER
1194 PROBATION WAITING
1195 CORRIDOR
1196 JUDICIAL ASSISTANTS/ JUDICIAL SERVICE
1196A SAFE
1197 COUNTER WORKSTATION
1198 COUNTER QUEUING
1199 CORRIDOR
1200 FILE STORAGE
1201 PUBLIC TERMINALS
1202 PUBLIC RECEPTION AND WATING
1203 ENTRY VESTIBULE
2101 STAIR A
2102 ELEVATOR 1
2103 FAMILY TOILET ROOM
2104 COURT ROOM SOUND VESTIBULE
2105 PROBATION SUPERVISION SUPPORT
2106 ATTORNEY/ CLIENT CONFERENCE ROOM
2107 COURT ROOM SOUND VESTIBULE
2108 COURTROOM
2109 STORAGE
2110 STORAGE
2111 JUDGES TOILET/ ROBING CLOSET
2112 JUDGES CHAMBERS
2113 HOUSEKEEPING CLOSET
2114 STAIR D
2115 JUDICIAL CASE MANAGER
2116 GENERAL STORAGE
2117 PERSONAL HEALTH
2118 CORRIDOR
2119 ELEVATOR2
2120 MEN'S LOCKER
2121 ELECTRICAL
2122 STAIR E
2123 COMMUNICATION CLOSET
2124 FITNESS AREA
2125 WOMEN'S LOCKER
2126 VESTIBULE
2127 CORRIDOR
2128 SECURE EVIDENCE STORAGE
2129 STAFF TOILET
2130 STAFF TOILET
2131 STAFF LOUNGE / FOOD SERVICE / VENDING
2132 FILE STORAGE/ WORKROOM
2133 JUDICIAL ASSISTANTS/ JUDICIAL SERVICE
2134 JUDICIAL CASE MANAGER
2135 FUTURE OFFICE
2136 COURT CONFERENCE ROOM
2137 JUDGES TOILET/ ROBING CLOSET
2138 JUDGES CHAMBERS
2139 STAIR C
2140 STORAGE
2141 COURTROOM
2142 STAIR B
2143 MEN'S TOILET
2144 WOMEN'S TOILET
2145 LOBBY
2146 COURT ROOM SOUND VESTIBULE
2147 HOUSEKEEPING CLOSET
2148 ATTORNEY/ CLIENT CONFERENCE ROOM
2149 COURT ROOM SOUND VESTIBULE
2150 SECURE SOUND VESTIBULE
2151 HOLDING CELL-SINGLE
2152 HOLDING CELL-SINGLE
2153 ATTORNEY/ CLIENT CONFERENCE ROOM
2154 CORRIDOR
2155 SECURE SOUND VESTIBULE
2156 HOLDING CELL-SINGLE
2157 HOLDING CELL-SINGLE
2158 ELEVATOR3

ROOM
NUMBER ROOM NAME

1101 STAIR A
1102 ELEVATOR 1
1103 VESTIBULE
1104 BUILDING ENTRY
1105 VESTIBULE
1106 EXIT VESTIBULE
1107 LOBBY
1108 MEDIATION ORIENTATION VIDEO ROOM
1109 CAUCUS
1110 CAUCUS
1111 WAITING ROOM
1112 WOMEN'S TOILET
1113 HOUSEKEEPING CLOSET
1114 MEN'S TOILET
1115 SECURITY OFFICE
1116 CAUCUS
1117 SECURITY OFFICE
1118 MEDIATION ROOM
1119 MEDIATION ROOM
1120 MEDIATION ROOM
1121 RECEIVING AREA
1122 MAIL ROOM AND RECEIVING
1123 STAIR D
1124 COURT CONFERENCE ROOM
1125 HALL
1126 CORRIDOR
1127 STAFF TOILET
1128 STAFF TOILET
1129 DFCM / CUSTODIAL OFFICE
1130 DFCM / CUSTODIAL WORKROOM
1131 GENERAL STORAGE
1132 VESTIBULE
1133 ELEVATOR2
1134 COMMUNICATION CLOSET
1135 STAIR E
1136 ELECTRICAL
1137 ELEVATOR3
1138 PROCESSING AREA
1139 PROBATION TOILET ROOM
1140 PROBATION TOILET ROOM
1141 PROBATION OFFICER
1142 SUPPLY STORAGE
1143 PROBATION INTERVIEW ROOM
1144 SECURITY EQUIPMENT CLOSET
1145 CORRIDOR
1146 JUVENILE FEMALE HOLDING CELL
1147 ADULT MALE HOLDING CELL
1148 GROUP HOLDING CELL
1149 CONTROL ROOM-SECURITY MONITORS
1150 JUVENILE HALL
1151 GROUP HOLDING CELL
1152 GROUP HOLDING CELL
1153 ADULT HALL
1154 GROUP HOLDING CELL
1155 SECURITY VESTIBULE
1156 BREAK ROOM
1157 SECURE VESTIBULE
1158 STAFF TOILET
1159 VEHICULAR SALLY PORT
1160 ADULT FEMALE HOLDING CELL
1161 SECURE VESTIBULE
1162 JUVENILE MALE HOLDING CELL
1163 MECHANICAL
1164 ELECTRICAL
1164A ELECTRICAL
1165 STAIR C
1166 PROBATION OFFICER
1167 PROBATION OFFICER
1168 PROBATION OFFICER
1169 CLOSET
1170 PROBATION SUPPORT
1171 STAIR B
1172 PROBATION SUPERVISOR
1173 PROBATION SUPERVISOR
1174 PROBATION OFFICER
1175 PROBATION OFFICER
1176 PROBATION OFFICER
1177 PROBATION OFFICER
1178 PROBATION OFFICER
1179 PROBATION OFFICER
1180 PROBATION OFFICER

PLAN NORTH

PLAN NORTH
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PLAN NOTES
WHERE FLOOR DRAINS ARE INSTALLED, THE FLOOR IS NOT TO SLOPE TOWARD
THE DRAIN (REMAINS FLAT) EXCEPT AT THE FOLLOWING LOCATIONS:
      A. THICK SET TILE LOCATED IN CONJUCTION WITH SHOWERS.
      B. FLOORS NOT TILED AT SLAB-ON-GRADE LOCATIONS (LEVEL 1
           HOLDING AND MECHANICAL ROOMS)
WHERE FLOORS SLOPE, THE MAXIMUM FLOOR SLOPE IS NOT TO EXCEED 2%
WHILE THE MINIMUM SLOPE IS NOT TO BE LESS THAN 1%.

WHERE CONCRETE PADS ARE CALLED TO BE CONSTRUCTED UNDER EQUIPMENT
THE SLAB IS TO BE 8" THICK, U.N.O., AND IS TO  HAVE #4 BARS AT 18" O.C. EACH
WAY.  COORDINATE DIMENSIONS OF PAD WITH ACTUAL EQUIPMENT SPEC

THE CONTRACTOR IS TO ENSURE THAT  BETWEEN ANY FINISH FLOOR ELEVATION
TO 42" A.F.F. ALL GUARDRAILS ARE TO BE CONSTRUCTED AND INSTALLED SO
THAT A 4" SPHERE WILL NOT PASS BETWEEN ANY TWO ADJACENT GUARDRAIL
COMPONENTS OR BETWEEN THE EDGE OF A GUARDRAIL AND ALL ADJACENT
BUILDING ELEMENT SUCH AS A WALL OR FLOOR.

1.

2.

3.

SCALE:  1/16" = 1'-0"
C1 LEVEL 3 OVERALL

SCALE:  1/16" = 1'-0"
A3 LEVEL 5 OVERALL

SCALE:  1/16" = 1'-0"
A1 LEVEL 4 OVERALL ALTERNATE

0' 8' 16' 32' 48'

0' 8' 16' 32' 48'

0' 8' 16' 32' 48'

ROOM
NUMBER ROOM NAME

4154 ELEVATOR3
5101 STAIR A
5102 ELEVATOR 1
5103 PROBATION SUPERVISION SUPPORT
5103 FAMILY TOILET ROOM
5104 COURT ROOM SOUND VESTIBULE
5105 ELEVATOR EQUIPMENT
5106 ATTORNEY/ CLIENT CONFERENCE
5107 COURT ROOM SOUND VESTIBULE
5108 COURTROOM
5109 STORAGE
5110 STORAGE
5111 JUDGES TOILET/ ROBING CLOSET
5112 JUDGES CHAMBERS
5113 HOUSEKEEPING CLOSET
5114 STAIR D
5115 JUDICIAL CASE MANAGER
5116 CORRIDOR
5117 ELEVATOR2
5118 GENERAL STORAGE
5119 SMALL BREAKROOM
5120 ELECTRICAL
5121 COMMUNICATION CLOSET
5122 STAIR E
5123 CORRIDOR
5124 JUDICIAL ASSISTANTS/ JUDICIAL SERVICE
5125 FILE STORAGE/ WORKROOM
5126 VICTIM/ WITNESS SEQUESTERED ROOM
5127 ELEVATOR EQUIPMENT
5128 STAFF TOILET
5129 STAFF TOILET
5130 JUDICIAL CASE MANAGER
5131 FUTURE OFFICE
5132 COURT CONFERENCE ROOM
5133 JUDGES TOILET/ ROBING CLOSET
5134 JUDGES CHAMBERS
5135 STAIR C
5136 STORAGE
5137 COURTROOM
5138 STAIR B
5139 MEN'S TOILET
5140 WOMEN'S TOILET
5141 COURT ROOM SOUND VESTIBULE
5142 HOUSEKEEPING CLOSET
5143 ATTORNEY/ CLIENT CONFERENCE ROOM
5144 COURT ROOM SOUND VESTIBULE
5145 LOBBY
5146 SECURE SOUND VESTIBULE
5147 HOLDING CELL-SINGLE
5148 HOLDING CELL-SINGLE
5149 ATTORNEY/ CLIENT CONFERENCE
5150 CORRIDOR
5151 SECURE SOUND VESTIBULE
5152 HOLDING CELL-SINGLE
5153 HOLDING CELL-SINGLE
5154 ELEVATOR3
6114 STAIR D

ROOM
NUMBER ROOM NAME

3156 HOLDING CELL-SINGLE
3157 HOLDING CELL-SINGLE
3158 ELEVATOR3
4101 STAIR A
4102 ELEVATOR 1
4103 PROBATION SUPERVISION SUPPORT
4104 COURT ROOM SOUND VESTIBULE
4105 STORAGE
4106 ATTORNEY/ CLIENT CONFERENCE ROOM
4107 COURT ROOM SOUND VESTIBULE
4108 COURTROOM
4109 STORAGE
4110 STORAGE
4111 JUDGES TOILET/ ROBING CLOSET
4112 JUDGES CHAMBERS
4113 HOUSEKEEPING CLOSET
4114 STAIR D
4115 JUDICIAL CASE MANAGER
4116 CORRIDOR
4117 ELEVATOR2
4118 GENERAL STORAGE
4119 SMALL BREAKROOM
4120 ELECTRICAL
4121 COMMUNICATION CLOSET
4122 STAIR E
4123 CORRIDOR
4124 JUDICIAL ASSISTANTS/ JUDICIAL SERVICE
4125 FILE STORAGE/ WORKROOM
4126 VICTIM/ WITNESS SEQUESTERED ROOM
4127 STORAGE
4128 STAFF TOILET
4129 STAFF TOILET
4130 JUDICIAL CASE MANAGER
4131 FUTURE OFFICE
4132 COURT CONFERENCE ROOM
4133 JUDGES TOILET/ ROBING CLOSET
4134 JUDGES CHAMBERS
4135 STAIR C
4136 STORAGE
4137 COURTROOM
4138 STAIR B
4139 MEN'S TOILET
4140 WOMEN'S TOILET
4141 COURT ROOM SOUND VESTIBULE
4142 HOUSEKEEPING CLOSET
4143 ATTORNEY/ CLIENT CONFERENCE ROOM
4144 COURT ROOM SOUND VESTIBULE
4145 LOBBY
4146 SECURE SOUND VESTIBULE
4147 HOLDING CELL-SINGLE
4148 HOLDING CELL-SINGLE
4149 ATTORNEY/ CLIENT CONFERENCE ROOM
4150 CORRIDOR
4151 SECURE SOUND VESTIBULE
4152 HOLDING CELL-SINGLE
4153 HOLDING CELL-SINGLE

ROOM
NUMBER ROOM NAME

3101 STAIR A
3102 ELEVATOR 1
3103 STORAGE
3104 COURT ROOM SOUND VESTIBULE
3105 PROBATION SUPERVISION SUPPORT
3106 ATTORNEY/ CLIENT CONFERENCE ROOM
3107 COURT ROOM SOUND VESTIBULE
3108 COURTROOM
3109 STORAGE
3110 STORAGE
3111 JUDGES TOILET/ ROBING CLOSET
3112 JUDGES CHAMBERS
3113 HOUSEKEEPING CLOSET
3114 STAIR D
3115 JUDICIAL CASE MANAGER
3116 CLERK OF COURT / DEPARTMENT ADMINISTRATION
3117 CHIEF PROBATION OFFICER
3118 CORRIDOR
3119 ELEVATOR2
3120 GENERAL STORAGE
3121 ELECTRICAL
3122 STAIR E
3122A SMALL BREAKROOM
3123 COMMUNICATION CLOSET
3124 CORRIDOR
3125 SUPPORT SERVICE COORDINATOR
3126 FILE STORAGE/ WORKROOM
3127 STAFF TOILET
3128 STAFF TOILET
3129 CONFERENCE ROOM
3130 EXECUTIVE ADMINISTRATIVE ASSISTANT
3131 COURT EXECUTIVE OFFICE
3132 TOILET ROOM
3133 JUDICIAL ASSISTANTS/ JUDICIAL SERVICE
3134 JUDICIAL CASE MANAGER
3135 JUVENILE COURT PROGRAM COORDINATOR
3136 COURT CONFERENCE ROOM
3137 JUDGES TOILET/ ROBING CLOSET
3138 JUDGES CHAMBERS
3139 STAIR C
3140 STORAGE
3141 LARGE COURTROOM
3142 STAIR B
3143 MEN'S TOILET
3144 WOMEN'S TOILET
3145 LOBBY
3146 COURT ROOM SOUND VESTIBULE
3147 HOUSEKEEPING CLOSET
3148 ATTORNEY/ CLIENT CONFERENCE ROOM
3149 COURT ROOM SOUND VESTIBULE
3150 SECURE SOUND VESTIBULE
3151 HOLDING CELL-SINGLE
3152 HOLDING CELL-SINGLE
3153 ATTORNEY/ CLIENT CONFERENCE ROOM
3154 CORRIDOR
3155 SECURE SOUND VESTIBULE

PLAN NORTH

PLAN NORTH

PLAN NORTH
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DIMENSION NOTES

ALL DIMENSIONS ARE TO CENTER OF STUD WALL OR FACE OF
CONCRETE, MASONRY OR ROUGH OPENING UNLESS NOTED
OTHERWISE.  WHERE THE END OF A WALL IS INDICATED THE
DIMENSION IS TO THE FINISH SURFACE OF THE WALL END.

UNLESS DIMENSIONED OTHERWISE, THE DIMENSION FROM THE
BUCK OF A DOOR FRAME IS TO BE 4" TO THE WALL CORNER.

EXCEPT WHERE DIRECTED TO PLACE ITEMS OF WORK AT THE
APPROXIMATE LOCATION SHOWN, DO NOT SCALE DRAWINGS FOR
DIMENSIONAL INFORMATION. ALL ELEMENTS OF THE DRAWINGS
MAY NOT BE DRAWN  TO EXACT SCALE. ALL DIMENSIONS REQUIRED
ARE SHOWN OR MAY BE DERIVED FROM THOSE SHOWN ON THE
FLOOR PLANS, DETAIL PLANS, ELEVATIONS, SECTIONS, DETAILS,
SCHEDULES AND SPECIFICATIONS.  IF DIMENSIONS ARE NOT
PRESENT, THE ARCHITECT IS TO BE NOTIFIED SO THAT A
CLARIFICATION CAN BE ISSUED

1.

2.

3.

KEY FOR PARTITION TYPES

DENOTES TYPE OF
CONSTRUCTION

(SPEC. DIVISION)
3X 0 SERIES CONCRETE
4X 0 SERIES MASONRY
5X 0 SERIES COLD FORMED METAL STUDS, 16ga MIN.
9X 0 SERIES METAL STUDS

WALL

NOMINAL SIZES: V = VARIABLE/MATCHEXISTING
 1 = 1 5/8" STUDS
 2 = 2 1/2" STUDS
 3 = 3 5/8" STUDS
 4 = 4" STUDS / 4" (NOM.) C.M.U.
 6 = 6" STUDS / 6" (NOM.) C.M.U.
 8 = 8" STUDS / 8" (NOM.) C.M.U.
 10 = 10" (NOM.) C.M.U. OR CONC.
 12 = 12" (NOM.) C.M.U. OR CONC.

EXAMPLE: WALL TYPE 9A3 IS A 3 5/8"
METAL STUD WITH 5/8" GYPSUM BOARD
ON BOTH SIDES.

NOTE: SEE GENERAL NOTES BELOW FOR
ADDITIONAL ELEMENTS IN THE
INDIVIDUAL WALL TYPES AND SPECIFIC
DETAILS, INCLUDING UL RATINGS.

RATED WALL LEGEND

EXAMPLE: WALL TYPE 9A3-1 IS A ONE
HOUR RATED, 3 5/8" METAL STUD
WALL WITH 5/8" GYPSUM BOARD ON
BOTH SIDES, PER ASSEMBLY
REQUIREMENTS.

2 HOUR SEPARATION

90X-R SERIES

FIRE RATING (ONLY WHEN NOTED): 1 = 1 HOUR RATED ASSEMBLY
2 = 2 HOUR RATED ASSEMBLY
3 = 3 HOUR RATED ASSEMBLY

NON-BEARING METAL HEADER SCHEDULE

METAL STUD HEADER NOTES:

SCHEDULE TO BE USED FOR NON-BEARING WALLS.

HEADERS TO BE CONSTRUCTED AS BOX HEADERS PER SSMA STANDARDS.

SEE TYPICAL DETAIL FOR MORE INFORMATION.

1.

2.

3.

MAXIMUM SPAN HEADER FY

(2) 400S137-434'-0" 33 ksi

(2) 600S162-436'-0" 33 ksi

(2) 800S162-438'-0" 33 ksi

NON-BEARING METAL STUD GAUGE SIZING

400S137-43

MEMBER DEPTH IN
1/100 INCHES

STYLE (S=STUD OR
JOIST)

FLANGE WIDTH IN
1/100 INCHES

MATERIAL
THICKNESS IN MILS

MEMBER DEPTH MAX STUD HEIGHT MIN. GA. & SPACING

10'-0"2 1/2" (250S125-33) 20@16" O.C.

14'-0"3 5/8" (362S125-33) 20@16" O.C.

16'-0"3 5/8" (362S162-33) 20@16" O.C.

18'-0"3 5/8" (362S162-43) 18@16" O.C.

24'-0"6" (600S162-33) 20@16" O.C.

26'-0"6" (600S162-43) 18@16" O.C.

28'-0"6" (600S162-54-50KSI) 16@16" O.C.

METAL STUD NOTES:

STEEL STUDS SHALL MEET ICC REPORT ER-4943P AND THE SSMA STANDARDS. HEIGHT
BASED ON SSMA 2001 CATALOG AND PROJECT REQUIREMENTS.

SEE SCHEDULE FOR STUD SPACING AND GAUGE.  ALL STUDS AND BRACES SHALL BE 33
KSI UNLESS NOTED OTHERWISE IN THESE DRAWINGS.

AT ALL DOORS PROVIDE TWO TABBED 18 GAUGE STUDS AT BOTH SIDES OF JAMB.

PLEASE NOTE THAT DUE TO THE LARGE FLOOR TO FLOOR HEIGHT 18 GAUGE STUDS
WILL BE NECESSARY IN MOST INTERIOR NON LOAD BEARING WALLS.  REFER TO THE
CHART ABOVE.

1.

2.

3.

4.

1 HOUR SEPARATION

SCALE:  1/8" = 1'-0"
C1

LEVEL 1 AREA A DIMENSION AND WALL
TYPE PLAN

SCALE:  1/8" = 1'-0"
A1

LEVEL 1 AREA A UPPER LOBBY
DIMENSION AND WALL TYPES

0' 4' 8' 16' 24'

0' 4' 8' 16' 24'

PLAN NORTH

PLAN NORTH
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SCALE:  1/8" = 1'-0"
A1

LEVEL 1 AREA B DIMENSION AND WALL
TYPE PLAN

DIMENSION NOTES

ALL DIMENSIONS ARE TO CENTER OF STUD WALL OR FACE OF
CONCRETE, MASONRY OR ROUGH OPENING UNLESS NOTED
OTHERWISE.  WHERE THE END OF A WALL IS INDICATED THE
DIMENSION IS TO THE FINISH SURFACE OF THE WALL END.

UNLESS DIMENSIONED OTHERWISE, THE DIMENSION FROM THE
BUCK OF A DOOR FRAME IS TO BE 4" TO THE WALL CORNER.

EXCEPT WHERE DIRECTED TO PLACE ITEMS OF WORK AT THE
APPROXIMATE LOCATION SHOWN, DO NOT SCALE DRAWINGS FOR
DIMENSIONAL INFORMATION. ALL ELEMENTS OF THE DRAWINGS
MAY NOT BE DRAWN  TO EXACT SCALE. ALL DIMENSIONS REQUIRED
ARE SHOWN OR MAY BE DERIVED FROM THOSE SHOWN ON THE
FLOOR PLANS, DETAIL PLANS, ELEVATIONS, SECTIONS, DETAILS,
SCHEDULES AND SPECIFICATIONS.  IF DIMENSIONS ARE NOT
PRESENT, THE ARCHITECT IS TO BE NOTIFIED SO THAT A
CLARIFICATION CAN BE ISSUED

1.

2.

3.

KEY FOR PARTITION TYPES

DENOTES TYPE OF
CONSTRUCTION

(SPEC. DIVISION)
3X 0 SERIES CONCRETE
4X 0 SERIES MASONRY
5X 0 SERIES COLD FORMED METAL STUDS, 16ga MIN.
9X 0 SERIES METAL STUDS

WALL

NOMINAL SIZES: V = VARIABLE/MATCHEXISTING
 1 = 1 5/8" STUDS
 2 = 2 1/2" STUDS
 3 = 3 5/8" STUDS
 4 = 4" STUDS / 4" (NOM.) C.M.U.
 6 = 6" STUDS / 6" (NOM.) C.M.U.
 8 = 8" STUDS / 8" (NOM.) C.M.U.
 10 = 10" (NOM.) C.M.U. OR CONC.
 12 = 12" (NOM.) C.M.U. OR CONC.

EXAMPLE: WALL TYPE 9A3 IS A 3 5/8"
METAL STUD WITH 5/8" GYPSUM BOARD
ON BOTH SIDES.

NOTE: SEE GENERAL NOTES BELOW FOR
ADDITIONAL ELEMENTS IN THE
INDIVIDUAL WALL TYPES AND SPECIFIC
DETAILS, INCLUDING UL RATINGS.

RATED WALL LEGEND

EXAMPLE: WALL TYPE 9A3-1 IS A ONE
HOUR RATED, 3 5/8" METAL STUD
WALL WITH 5/8" GYPSUM BOARD ON
BOTH SIDES, PER ASSEMBLY
REQUIREMENTS.

2 HOUR SEPARATION

90X-R SERIES

FIRE RATING (ONLY WHEN NOTED): 1 = 1 HOUR RATED ASSEMBLY
2 = 2 HOUR RATED ASSEMBLY
3 = 3 HOUR RATED ASSEMBLY

NON-BEARING METAL HEADER SCHEDULE

METAL STUD HEADER NOTES:

SCHEDULE TO BE USED FOR NON-BEARING WALLS.

HEADERS TO BE CONSTRUCTED AS BOX HEADERS PER SSMA STANDARDS.

SEE TYPICAL DETAIL FOR MORE INFORMATION.

1.

2.

3.

MAXIMUM SPAN HEADER FY

(2) 400S137-434'-0" 33 ksi

(2) 600S162-436'-0" 33 ksi

(2) 800S162-438'-0" 33 ksi

NON-BEARING METAL STUD GAUGE SIZING

400S137-43

MEMBER DEPTH IN
1/100 INCHES

STYLE (S=STUD OR
JOIST)

FLANGE WIDTH IN
1/100 INCHES

MATERIAL
THICKNESS IN MILS

MEMBER DEPTH MAX STUD HEIGHT MIN. GA. & SPACING

10'-0"2 1/2" (250S125-33) 20@16" O.C.

14'-0"3 5/8" (362S125-33) 20@16" O.C.

16'-0"3 5/8" (362S162-33) 20@16" O.C.

18'-0"3 5/8" (362S162-43) 18@16" O.C.

24'-0"6" (600S162-33) 20@16" O.C.

26'-0"6" (600S162-43) 18@16" O.C.

28'-0"6" (600S162-54-50KSI) 16@16" O.C.

METAL STUD NOTES:

STEEL STUDS SHALL MEET ICC REPORT ER-4943P AND THE SSMA STANDARDS. HEIGHT
BASED ON SSMA 2001 CATALOG AND PROJECT REQUIREMENTS.

SEE SCHEDULE FOR STUD SPACING AND GAUGE.  ALL STUDS AND BRACES SHALL BE 33
KSI UNLESS NOTED OTHERWISE IN THESE DRAWINGS.

AT ALL DOORS PROVIDE TWO TABBED 18 GAUGE STUDS AT BOTH SIDES OF JAMB.

PLEASE NOTE THAT DUE TO THE LARGE FLOOR TO FLOOR HEIGHT 18 GAUGE STUDS
WILL BE NECESSARY IN MOST INTERIOR NON LOAD BEARING WALLS.  REFER TO THE
CHART ABOVE.

1.

2.

3.

4.

1 HOUR SEPARATION

0' 4' 8' 16' 24'

PLAN NORTH

1 4/30/2013 Fire Marshal Response
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SCALE:  1/8" = 1'-0"
A1 LEVEL 2 DIMENSION AND WALL TYPES

0' 4' 8' 16' 24'

DIMENSION NOTES

ALL DIMENSIONS ARE TO CENTER OF STUD WALL OR FACE OF
CONCRETE, MASONRY OR ROUGH OPENING UNLESS NOTED
OTHERWISE.  WHERE THE END OF A WALL IS INDICATED THE
DIMENSION IS TO THE FINISH SURFACE OF THE WALL END.

UNLESS DIMENSIONED OTHERWISE, THE DIMENSION FROM THE
BUCK OF A DOOR FRAME IS TO BE 4" TO THE WALL CORNER.

EXCEPT WHERE DIRECTED TO PLACE ITEMS OF WORK AT THE
APPROXIMATE LOCATION SHOWN, DO NOT SCALE DRAWINGS FOR
DIMENSIONAL INFORMATION. ALL ELEMENTS OF THE DRAWINGS
MAY NOT BE DRAWN  TO EXACT SCALE. ALL DIMENSIONS REQUIRED
ARE SHOWN OR MAY BE DERIVED FROM THOSE SHOWN ON THE
FLOOR PLANS, DETAIL PLANS, ELEVATIONS, SECTIONS, DETAILS,
SCHEDULES AND SPECIFICATIONS.  IF DIMENSIONS ARE NOT
PRESENT, THE ARCHITECT IS TO BE NOTIFIED SO THAT A
CLARIFICATION CAN BE ISSUED

1.

2.

3.

KEY FOR PARTITION TYPES

DENOTES TYPE OF
CONSTRUCTION

(SPEC. DIVISION)
3X 0 SERIES CONCRETE
4X 0 SERIES MASONRY
5X 0 SERIES COLD FORMED METAL STUDS, 16ga MIN.
9X 0 SERIES METAL STUDS

WALL

NOMINAL SIZES: V = VARIABLE/MATCHEXISTING
 1 = 1 5/8" STUDS
 2 = 2 1/2" STUDS
 3 = 3 5/8" STUDS
 4 = 4" STUDS / 4" (NOM.) C.M.U.
 6 = 6" STUDS / 6" (NOM.) C.M.U.
 8 = 8" STUDS / 8" (NOM.) C.M.U.
 10 = 10" (NOM.) C.M.U. OR CONC.
 12 = 12" (NOM.) C.M.U. OR CONC.

EXAMPLE: WALL TYPE 9A3 IS A 3 5/8"
METAL STUD WITH 5/8" GYPSUM BOARD
ON BOTH SIDES.

NOTE: SEE GENERAL NOTES BELOW FOR
ADDITIONAL ELEMENTS IN THE
INDIVIDUAL WALL TYPES AND SPECIFIC
DETAILS, INCLUDING UL RATINGS.

RATED WALL LEGEND

EXAMPLE: WALL TYPE 9A3-1 IS A ONE
HOUR RATED, 3 5/8" METAL STUD
WALL WITH 5/8" GYPSUM BOARD ON
BOTH SIDES, PER ASSEMBLY
REQUIREMENTS.

2 HOUR SEPARATION

90X-R SERIES

FIRE RATING (ONLY WHEN NOTED): 1 = 1 HOUR RATED ASSEMBLY
2 = 2 HOUR RATED ASSEMBLY
3 = 3 HOUR RATED ASSEMBLY

NON-BEARING METAL HEADER SCHEDULE

METAL STUD HEADER NOTES:

SCHEDULE TO BE USED FOR NON-BEARING WALLS.

HEADERS TO BE CONSTRUCTED AS BOX HEADERS PER SSMA STANDARDS.

SEE TYPICAL DETAIL FOR MORE INFORMATION.

1.

2.

3.

MAXIMUM SPAN HEADER FY

(2) 400S137-434'-0" 33 ksi

(2) 600S162-436'-0" 33 ksi

(2) 800S162-438'-0" 33 ksi

NON-BEARING METAL STUD GAUGE SIZING

400S137-43

MEMBER DEPTH IN
1/100 INCHES

STYLE (S=STUD OR
JOIST)

FLANGE WIDTH IN
1/100 INCHES

MATERIAL
THICKNESS IN MILS

MEMBER DEPTH MAX STUD HEIGHT MIN. GA. & SPACING

10'-0"2 1/2" (250S125-33) 20@16" O.C.

14'-0"3 5/8" (362S125-33) 20@16" O.C.

16'-0"3 5/8" (362S162-33) 20@16" O.C.

18'-0"3 5/8" (362S162-43) 18@16" O.C.

24'-0"6" (600S162-33) 20@16" O.C.

26'-0"6" (600S162-43) 18@16" O.C.

28'-0"6" (600S162-54-50KSI) 16@16" O.C.

METAL STUD NOTES:

STEEL STUDS SHALL MEET ICC REPORT ER-4943P AND THE SSMA STANDARDS. HEIGHT
BASED ON SSMA 2001 CATALOG AND PROJECT REQUIREMENTS.

SEE SCHEDULE FOR STUD SPACING AND GAUGE.  ALL STUDS AND BRACES SHALL BE 33
KSI UNLESS NOTED OTHERWISE IN THESE DRAWINGS.

AT ALL DOORS PROVIDE TWO TABBED 18 GAUGE STUDS AT BOTH SIDES OF JAMB.

PLEASE NOTE THAT DUE TO THE LARGE FLOOR TO FLOOR HEIGHT 18 GAUGE STUDS
WILL BE NECESSARY IN MOST INTERIOR NON LOAD BEARING WALLS.  REFER TO THE
CHART ABOVE.
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4.
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DIMENSION NOTES

ALL DIMENSIONS ARE TO CENTER OF STUD WALL OR FACE OF
CONCRETE, MASONRY OR ROUGH OPENING UNLESS NOTED
OTHERWISE.  WHERE THE END OF A WALL IS INDICATED THE
DIMENSION IS TO THE FINISH SURFACE OF THE WALL END.

UNLESS DIMENSIONED OTHERWISE, THE DIMENSION FROM THE
BUCK OF A DOOR FRAME IS TO BE 4" TO THE WALL CORNER.

EXCEPT WHERE DIRECTED TO PLACE ITEMS OF WORK AT THE
APPROXIMATE LOCATION SHOWN, DO NOT SCALE DRAWINGS FOR
DIMENSIONAL INFORMATION. ALL ELEMENTS OF THE DRAWINGS
MAY NOT BE DRAWN  TO EXACT SCALE. ALL DIMENSIONS REQUIRED
ARE SHOWN OR MAY BE DERIVED FROM THOSE SHOWN ON THE
FLOOR PLANS, DETAIL PLANS, ELEVATIONS, SECTIONS, DETAILS,
SCHEDULES AND SPECIFICATIONS.  IF DIMENSIONS ARE NOT
PRESENT, THE ARCHITECT IS TO BE NOTIFIED SO THAT A
CLARIFICATION CAN BE ISSUED

1.

2.

3.

KEY FOR PARTITION TYPES

DENOTES TYPE OF
CONSTRUCTION

(SPEC. DIVISION)
3X 0 SERIES CONCRETE
4X 0 SERIES MASONRY
5X 0 SERIES COLD FORMED METAL STUDS, 16ga MIN.
9X 0 SERIES METAL STUDS

WALL

NOMINAL SIZES: V = VARIABLE/MATCHEXISTING
 1 = 1 5/8" STUDS
 2 = 2 1/2" STUDS
 3 = 3 5/8" STUDS
 4 = 4" STUDS / 4" (NOM.) C.M.U.
 6 = 6" STUDS / 6" (NOM.) C.M.U.
 8 = 8" STUDS / 8" (NOM.) C.M.U.
 10 = 10" (NOM.) C.M.U. OR CONC.
 12 = 12" (NOM.) C.M.U. OR CONC.

EXAMPLE: WALL TYPE 9A3 IS A 3 5/8"
METAL STUD WITH 5/8" GYPSUM BOARD
ON BOTH SIDES.

NOTE: SEE GENERAL NOTES BELOW FOR
ADDITIONAL ELEMENTS IN THE
INDIVIDUAL WALL TYPES AND SPECIFIC
DETAILS, INCLUDING UL RATINGS.

RATED WALL LEGEND

EXAMPLE: WALL TYPE 9A3-1 IS A ONE
HOUR RATED, 3 5/8" METAL STUD
WALL WITH 5/8" GYPSUM BOARD ON
BOTH SIDES, PER ASSEMBLY
REQUIREMENTS.

2 HOUR SEPARATION

90X-R SERIES

FIRE RATING (ONLY WHEN NOTED): 1 = 1 HOUR RATED ASSEMBLY
2 = 2 HOUR RATED ASSEMBLY
3 = 3 HOUR RATED ASSEMBLY

NON-BEARING METAL HEADER SCHEDULE

METAL STUD HEADER NOTES:

SCHEDULE TO BE USED FOR NON-BEARING WALLS.

HEADERS TO BE CONSTRUCTED AS BOX HEADERS PER SSMA STANDARDS.

SEE TYPICAL DETAIL FOR MORE INFORMATION.

1.

2.

3.

MAXIMUM SPAN HEADER FY

(2) 400S137-434'-0" 33 ksi

(2) 600S162-436'-0" 33 ksi

(2) 800S162-438'-0" 33 ksi

NON-BEARING METAL STUD GAUGE SIZING

400S137-43

MEMBER DEPTH IN
1/100 INCHES

STYLE (S=STUD OR
JOIST)

FLANGE WIDTH IN
1/100 INCHES

MATERIAL
THICKNESS IN MILS

MEMBER DEPTH MAX STUD HEIGHT MIN. GA. & SPACING

10'-0"2 1/2" (250S125-33) 20@16" O.C.

14'-0"3 5/8" (362S125-33) 20@16" O.C.

16'-0"3 5/8" (362S162-33) 20@16" O.C.

18'-0"3 5/8" (362S162-43) 18@16" O.C.

24'-0"6" (600S162-33) 20@16" O.C.

26'-0"6" (600S162-43) 18@16" O.C.

28'-0"6" (600S162-54-50KSI) 16@16" O.C.

METAL STUD NOTES:

STEEL STUDS SHALL MEET ICC REPORT ER-4943P AND THE SSMA STANDARDS. HEIGHT
BASED ON SSMA 2001 CATALOG AND PROJECT REQUIREMENTS.

SEE SCHEDULE FOR STUD SPACING AND GAUGE.  ALL STUDS AND BRACES SHALL BE 33
KSI UNLESS NOTED OTHERWISE IN THESE DRAWINGS.

AT ALL DOORS PROVIDE TWO TABBED 18 GAUGE STUDS AT BOTH SIDES OF JAMB.

PLEASE NOTE THAT DUE TO THE LARGE FLOOR TO FLOOR HEIGHT 18 GAUGE STUDS
WILL BE NECESSARY IN MOST INTERIOR NON LOAD BEARING WALLS.  REFER TO THE
CHART ABOVE.

1.

2.

3.

4.

1 HOUR SEPARATION

SCALE:  1/8" = 1'-0"
A1 LEVEL 3 DIMENSION AND WALL TYPES

0' 4' 8' 16' 24'

PLAN NORTH
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ALTERNATE 1: THIS SHEET SHOWS THE BASE BID
CONSTRUCTION PLAN.  SEE alt SHEETS FOR THE CONSTRUCTION
OF ADDATIVE ALTERNATE 1.  CROSS HATCHED AREA INDICATES
EXTENT OF UNFINISHED SPACE.

BASE BID NOTES DEFINING FINISHES AND MATERIALS WITHIN
THE UNFINISHED SPACE:

1. ALL INTERIOR WALLS DEFINING THE UNFINISHED SPACE ARE
TO BE CONSTRUCTED PER THE NOTED WALL TYP.  ON THE
UNFINISHED SPACE SIDE OF WALLS, GYP. BOARD JOINTS ARE
TO BE FULLY FINISHED BUT PAINT IS TO BE OMITTED.

2. ALL EXTERIOR WALLS DEFINING THE UNFINISHED SPACE ARE
TO BE CONSTRUCTED PER THE NOTED WALL TYPES WHICH
SHOW A 5/8" GYP. BOARD FINISH AT THE INTERIOR.  THIS GYP.
BOARD IS TO RUN CONTINUOUS OVER THE FULL SURFACE OF
THE EXTERIOR WALL AND IS TO HAVE FULLY FINISHED JOINTS.
PAINT TO BE OMITTED.

3. ALL FIRE RATED SHAFTS ARE TO BE FULLY CONSTRUCTED TO
THE NOTED WALL TYP AND UL LISTING.  ON THE UNFINISHED
SPACE SIDE OF WALLS, GYP. BOARD JOINTS ARE TO BE FULLY
FINISHED BUT PAINT IS TO BE OMITTED.

4. ALL CURTAIN WALL AND MINERAL WOOL SPADREL INSULATION
IS TO BE FURNISHED IN THE BASE BID.  STUD AND GYP BOARD
WHICH CONCEALS THE SPADREL INSULATION IS TO BE
FURNISHED IN THE BASE BID.
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AT ELECTRICAL ROOM, PROVIDE A
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OF THE ELECTRICAL ROOM

AT STAIR WELL, PROVIDE A 9B3-2 WALL
FROM THE TOP OF THE CONCRETE

CELL LID TO THE BOTTOM OF THE
FLOOR DECL ABOVE, SEE SECTIONS
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DIMENSION NOTES

ALL DIMENSIONS ARE TO CENTER OF STUD WALL OR FACE OF
CONCRETE, MASONRY OR ROUGH OPENING UNLESS NOTED
OTHERWISE.  WHERE THE END OF A WALL IS INDICATED THE
DIMENSION IS TO THE FINISH SURFACE OF THE WALL END.

UNLESS DIMENSIONED OTHERWISE, THE DIMENSION FROM THE
BUCK OF A DOOR FRAME IS TO BE 4" TO THE WALL CORNER.

EXCEPT WHERE DIRECTED TO PLACE ITEMS OF WORK AT THE
APPROXIMATE LOCATION SHOWN, DO NOT SCALE DRAWINGS FOR
DIMENSIONAL INFORMATION. ALL ELEMENTS OF THE DRAWINGS
MAY NOT BE DRAWN  TO EXACT SCALE. ALL DIMENSIONS REQUIRED
ARE SHOWN OR MAY BE DERIVED FROM THOSE SHOWN ON THE
FLOOR PLANS, DETAIL PLANS, ELEVATIONS, SECTIONS, DETAILS,
SCHEDULES AND SPECIFICATIONS.  IF DIMENSIONS ARE NOT
PRESENT, THE ARCHITECT IS TO BE NOTIFIED SO THAT A
CLARIFICATION CAN BE ISSUED

1.

2.

3.

KEY FOR PARTITION TYPES

DENOTES TYPE OF
CONSTRUCTION

(SPEC. DIVISION)
3X 0 SERIES CONCRETE
4X 0 SERIES MASONRY
5X 0 SERIES COLD FORMED METAL STUDS, 16ga MIN.
9X 0 SERIES METAL STUDS

WALL

NOMINAL SIZES: V = VARIABLE/MATCHEXISTING
 1 = 1 5/8" STUDS
 2 = 2 1/2" STUDS
 3 = 3 5/8" STUDS
 4 = 4" STUDS / 4" (NOM.) C.M.U.
 6 = 6" STUDS / 6" (NOM.) C.M.U.
 8 = 8" STUDS / 8" (NOM.) C.M.U.
 10 = 10" (NOM.) C.M.U. OR CONC.
 12 = 12" (NOM.) C.M.U. OR CONC.

EXAMPLE: WALL TYPE 9A3 IS A 3 5/8"
METAL STUD WITH 5/8" GYPSUM BOARD
ON BOTH SIDES.

NOTE: SEE GENERAL NOTES BELOW FOR
ADDITIONAL ELEMENTS IN THE
INDIVIDUAL WALL TYPES AND SPECIFIC
DETAILS, INCLUDING UL RATINGS.

RATED WALL LEGEND

EXAMPLE: WALL TYPE 9A3-1 IS A ONE
HOUR RATED, 3 5/8" METAL STUD
WALL WITH 5/8" GYPSUM BOARD ON
BOTH SIDES, PER ASSEMBLY
REQUIREMENTS.

2 HOUR SEPARATION

90X-R SERIES

FIRE RATING (ONLY WHEN NOTED): 1 = 1 HOUR RATED ASSEMBLY
2 = 2 HOUR RATED ASSEMBLY
3 = 3 HOUR RATED ASSEMBLY

NON-BEARING METAL HEADER SCHEDULE

METAL STUD HEADER NOTES:

SCHEDULE TO BE USED FOR NON-BEARING WALLS.

HEADERS TO BE CONSTRUCTED AS BOX HEADERS PER SSMA STANDARDS.

SEE TYPICAL DETAIL FOR MORE INFORMATION.

1.

2.

3.

MAXIMUM SPAN HEADER FY

(2) 400S137-434'-0" 33 ksi

(2) 600S162-436'-0" 33 ksi

(2) 800S162-438'-0" 33 ksi

NON-BEARING METAL STUD GAUGE SIZING

400S137-43

MEMBER DEPTH IN
1/100 INCHES

STYLE (S=STUD OR
JOIST)

FLANGE WIDTH IN
1/100 INCHES

MATERIAL
THICKNESS IN MILS

MEMBER DEPTH MAX STUD HEIGHT MIN. GA. & SPACING

10'-0"2 1/2" (250S125-33) 20@16" O.C.

14'-0"3 5/8" (362S125-33) 20@16" O.C.

16'-0"3 5/8" (362S162-33) 20@16" O.C.

18'-0"3 5/8" (362S162-43) 18@16" O.C.

24'-0"6" (600S162-33) 20@16" O.C.

26'-0"6" (600S162-43) 18@16" O.C.

28'-0"6" (600S162-54-50KSI) 16@16" O.C.

METAL STUD NOTES:

STEEL STUDS SHALL MEET ICC REPORT ER-4943P AND THE SSMA STANDARDS. HEIGHT
BASED ON SSMA 2001 CATALOG AND PROJECT REQUIREMENTS.

SEE SCHEDULE FOR STUD SPACING AND GAUGE.  ALL STUDS AND BRACES SHALL BE 33
KSI UNLESS NOTED OTHERWISE IN THESE DRAWINGS.

AT ALL DOORS PROVIDE TWO TABBED 18 GAUGE STUDS AT BOTH SIDES OF JAMB.

PLEASE NOTE THAT DUE TO THE LARGE FLOOR TO FLOOR HEIGHT 18 GAUGE STUDS
WILL BE NECESSARY IN MOST INTERIOR NON LOAD BEARING WALLS.  REFER TO THE
CHART ABOVE.

1.

2.

3.

4.

1 HOUR SEPARATION

SCALE:  1/8" = 1'-0"
A1 LEVEL 4 DIMENSION AND WALL TYPES

0' 4' 8' 16' 24'

PLAN NORTH
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SCALE:  1/8" = 1'-0"
A1

LEVEL 4 DIMENSION AND WALL TYPES
ALTERNATE

DIMENSION NOTES

ALL DIMENSIONS ARE TO CENTER OF STUD WALL OR FACE OF
CONCRETE, MASONRY OR ROUGH OPENING UNLESS NOTED
OTHERWISE.  WHERE THE END OF A WALL IS INDICATED THE
DIMENSION IS TO THE FINISH SURFACE OF THE WALL END.

UNLESS DIMENSIONED OTHERWISE, THE DIMENSION FROM THE
BUCK OF A DOOR FRAME IS TO BE 4" TO THE WALL CORNER.

EXCEPT WHERE DIRECTED TO PLACE ITEMS OF WORK AT THE
APPROXIMATE LOCATION SHOWN, DO NOT SCALE DRAWINGS FOR
DIMENSIONAL INFORMATION. ALL ELEMENTS OF THE DRAWINGS
MAY NOT BE DRAWN  TO EXACT SCALE. ALL DIMENSIONS REQUIRED
ARE SHOWN OR MAY BE DERIVED FROM THOSE SHOWN ON THE
FLOOR PLANS, DETAIL PLANS, ELEVATIONS, SECTIONS, DETAILS,
SCHEDULES AND SPECIFICATIONS.  IF DIMENSIONS ARE NOT
PRESENT, THE ARCHITECT IS TO BE NOTIFIED SO THAT A
CLARIFICATION CAN BE ISSUED

1.

2.

3.

KEY FOR PARTITION TYPES

DENOTES TYPE OF
CONSTRUCTION

(SPEC. DIVISION)
3X 0 SERIES CONCRETE
4X 0 SERIES MASONRY
5X 0 SERIES COLD FORMED METAL STUDS, 16ga MIN.
9X 0 SERIES METAL STUDS

WALL

NOMINAL SIZES: V = VARIABLE/MATCHEXISTING
 1 = 1 5/8" STUDS
 2 = 2 1/2" STUDS
 3 = 3 5/8" STUDS
 4 = 4" STUDS / 4" (NOM.) C.M.U.
 6 = 6" STUDS / 6" (NOM.) C.M.U.
 8 = 8" STUDS / 8" (NOM.) C.M.U.
 10 = 10" (NOM.) C.M.U. OR CONC.
 12 = 12" (NOM.) C.M.U. OR CONC.

EXAMPLE: WALL TYPE 9A3 IS A 3 5/8"
METAL STUD WITH 5/8" GYPSUM BOARD
ON BOTH SIDES.

NOTE: SEE GENERAL NOTES BELOW FOR
ADDITIONAL ELEMENTS IN THE
INDIVIDUAL WALL TYPES AND SPECIFIC
DETAILS, INCLUDING UL RATINGS.

RATED WALL LEGEND

EXAMPLE: WALL TYPE 9A3-1 IS A ONE
HOUR RATED, 3 5/8" METAL STUD
WALL WITH 5/8" GYPSUM BOARD ON
BOTH SIDES, PER ASSEMBLY
REQUIREMENTS.

2 HOUR SEPARATION

90X-R SERIES

FIRE RATING (ONLY WHEN NOTED): 1 = 1 HOUR RATED ASSEMBLY
2 = 2 HOUR RATED ASSEMBLY
3 = 3 HOUR RATED ASSEMBLY

NON-BEARING METAL HEADER SCHEDULE

METAL STUD HEADER NOTES:

SCHEDULE TO BE USED FOR NON-BEARING WALLS.

HEADERS TO BE CONSTRUCTED AS BOX HEADERS PER SSMA STANDARDS.

SEE TYPICAL DETAIL FOR MORE INFORMATION.

1.

2.

3.

MAXIMUM SPAN HEADER FY

(2) 400S137-434'-0" 33 ksi

(2) 600S162-436'-0" 33 ksi

(2) 800S162-438'-0" 33 ksi

NON-BEARING METAL STUD GAUGE SIZING

400S137-43

MEMBER DEPTH IN
1/100 INCHES

STYLE (S=STUD OR
JOIST)

FLANGE WIDTH IN
1/100 INCHES

MATERIAL
THICKNESS IN MILS

MEMBER DEPTH MAX STUD HEIGHT MIN. GA. & SPACING

10'-0"2 1/2" (250S125-33) 20@16" O.C.

14'-0"3 5/8" (362S125-33) 20@16" O.C.

16'-0"3 5/8" (362S162-33) 20@16" O.C.

18'-0"3 5/8" (362S162-43) 18@16" O.C.

24'-0"6" (600S162-33) 20@16" O.C.

26'-0"6" (600S162-43) 18@16" O.C.

28'-0"6" (600S162-54-50KSI) 16@16" O.C.

METAL STUD NOTES:

STEEL STUDS SHALL MEET ICC REPORT ER-4943P AND THE SSMA STANDARDS. HEIGHT
BASED ON SSMA 2001 CATALOG AND PROJECT REQUIREMENTS.

SEE SCHEDULE FOR STUD SPACING AND GAUGE.  ALL STUDS AND BRACES SHALL BE 33
KSI UNLESS NOTED OTHERWISE IN THESE DRAWINGS.

AT ALL DOORS PROVIDE TWO TABBED 18 GAUGE STUDS AT BOTH SIDES OF JAMB.

PLEASE NOTE THAT DUE TO THE LARGE FLOOR TO FLOOR HEIGHT 18 GAUGE STUDS
WILL BE NECESSARY IN MOST INTERIOR NON LOAD BEARING WALLS.  REFER TO THE
CHART ABOVE.

1.

2.

3.

4.

1 HOUR SEPARATION
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DIMENSION NOTES

ALL DIMENSIONS ARE TO CENTER OF STUD WALL OR FACE OF
CONCRETE, MASONRY OR ROUGH OPENING UNLESS NOTED
OTHERWISE.  WHERE THE END OF A WALL IS INDICATED THE
DIMENSION IS TO THE FINISH SURFACE OF THE WALL END.

UNLESS DIMENSIONED OTHERWISE, THE DIMENSION FROM THE
BUCK OF A DOOR FRAME IS TO BE 4" TO THE WALL CORNER.

EXCEPT WHERE DIRECTED TO PLACE ITEMS OF WORK AT THE
APPROXIMATE LOCATION SHOWN, DO NOT SCALE DRAWINGS FOR
DIMENSIONAL INFORMATION. ALL ELEMENTS OF THE DRAWINGS
MAY NOT BE DRAWN  TO EXACT SCALE. ALL DIMENSIONS REQUIRED
ARE SHOWN OR MAY BE DERIVED FROM THOSE SHOWN ON THE
FLOOR PLANS, DETAIL PLANS, ELEVATIONS, SECTIONS, DETAILS,
SCHEDULES AND SPECIFICATIONS.  IF DIMENSIONS ARE NOT
PRESENT, THE ARCHITECT IS TO BE NOTIFIED SO THAT A
CLARIFICATION CAN BE ISSUED

1.

2.

3.

KEY FOR PARTITION TYPES

DENOTES TYPE OF
CONSTRUCTION

(SPEC. DIVISION)
3X 0 SERIES CONCRETE
4X 0 SERIES MASONRY
5X 0 SERIES COLD FORMED METAL STUDS, 16ga MIN.
9X 0 SERIES METAL STUDS

WALL

NOMINAL SIZES: V = VARIABLE/MATCHEXISTING
 1 = 1 5/8" STUDS
 2 = 2 1/2" STUDS
 3 = 3 5/8" STUDS
 4 = 4" STUDS / 4" (NOM.) C.M.U.
 6 = 6" STUDS / 6" (NOM.) C.M.U.
 8 = 8" STUDS / 8" (NOM.) C.M.U.
 10 = 10" (NOM.) C.M.U. OR CONC.
 12 = 12" (NOM.) C.M.U. OR CONC.

EXAMPLE: WALL TYPE 9A3 IS A 3 5/8"
METAL STUD WITH 5/8" GYPSUM BOARD
ON BOTH SIDES.

NOTE: SEE GENERAL NOTES BELOW FOR
ADDITIONAL ELEMENTS IN THE
INDIVIDUAL WALL TYPES AND SPECIFIC
DETAILS, INCLUDING UL RATINGS.

RATED WALL LEGEND

EXAMPLE: WALL TYPE 9A3-1 IS A ONE
HOUR RATED, 3 5/8" METAL STUD
WALL WITH 5/8" GYPSUM BOARD ON
BOTH SIDES, PER ASSEMBLY
REQUIREMENTS.

2 HOUR SEPARATION

90X-R SERIES

FIRE RATING (ONLY WHEN NOTED): 1 = 1 HOUR RATED ASSEMBLY
2 = 2 HOUR RATED ASSEMBLY
3 = 3 HOUR RATED ASSEMBLY

NON-BEARING METAL HEADER SCHEDULE

METAL STUD HEADER NOTES:

SCHEDULE TO BE USED FOR NON-BEARING WALLS.

HEADERS TO BE CONSTRUCTED AS BOX HEADERS PER SSMA STANDARDS.

SEE TYPICAL DETAIL FOR MORE INFORMATION.

1.

2.

3.

MAXIMUM SPAN HEADER FY

(2) 400S137-434'-0" 33 ksi

(2) 600S162-436'-0" 33 ksi

(2) 800S162-438'-0" 33 ksi

NON-BEARING METAL STUD GAUGE SIZING

400S137-43

MEMBER DEPTH IN
1/100 INCHES

STYLE (S=STUD OR
JOIST)

FLANGE WIDTH IN
1/100 INCHES

MATERIAL
THICKNESS IN MILS

MEMBER DEPTH MAX STUD HEIGHT MIN. GA. & SPACING

10'-0"2 1/2" (250S125-33) 20@16" O.C.

14'-0"3 5/8" (362S125-33) 20@16" O.C.

16'-0"3 5/8" (362S162-33) 20@16" O.C.

18'-0"3 5/8" (362S162-43) 18@16" O.C.

24'-0"6" (600S162-33) 20@16" O.C.

26'-0"6" (600S162-43) 18@16" O.C.

28'-0"6" (600S162-54-50KSI) 16@16" O.C.

METAL STUD NOTES:

STEEL STUDS SHALL MEET ICC REPORT ER-4943P AND THE SSMA STANDARDS. HEIGHT
BASED ON SSMA 2001 CATALOG AND PROJECT REQUIREMENTS.

SEE SCHEDULE FOR STUD SPACING AND GAUGE.  ALL STUDS AND BRACES SHALL BE 33
KSI UNLESS NOTED OTHERWISE IN THESE DRAWINGS.

AT ALL DOORS PROVIDE TWO TABBED 18 GAUGE STUDS AT BOTH SIDES OF JAMB.

PLEASE NOTE THAT DUE TO THE LARGE FLOOR TO FLOOR HEIGHT 18 GAUGE STUDS
WILL BE NECESSARY IN MOST INTERIOR NON LOAD BEARING WALLS.  REFER TO THE
CHART ABOVE.

1.

2.

3.

4.

1 HOUR SEPARATION

SCALE:  1/8" = 1'-0"
A1

LEVEL 5 DIMENSION AND WALL TYPES

0' 4' 8' 16' 24'

PLAN NORTH
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SCALE:  1/8" = 1'-0"
A1 ROOF PLAN

ROOF LEGEND

SINGLE PLY MEMBRANE ROOFING SYSTEM

TAPERED INSULATION CRICKET
MINIMUM SLOPES: 1/8" ALONG VALLEY,
1/4" ACROSS CRICKET

PROTECTIVE WALKABLE SURFACE

DECK RIDGE OR VALLEY

IMAGINARY VALLEY WITH WARPED DECKING

GENERAL ROOF NOTES

ALL ROOF DECK IS TO BE COVERED IN R-20 INSULATION OVER CONT. VAPOR
BARRIER AND SPECIFIED ROOFING SYSTEM.

THE CONTRACTOR IS TO ASSURE THAT THE MINIMUM ROOF SLOPE IS NOT
LESS THAN 1/2" PER FOOT.  ANY AREA THAT IS LESS THAN 1/2" PER FOOT
SLOPE SHALL BE ADJUSTED AT THE CONTRACTORS EXPENSE WITH
CRICKETING TO PROVIDE THE REQUIRED SLOPE.

DECK BEARING ELEVATIONS SHOWN ON THIS SHEET ARE TO BE INCLUDED
FOR ARCHITECT'S REFERENCE ON ALL STEEL SHOP DRAWINGS.

ALL ROOFING CRICKETS ARE TO BE CONSTRUCTED OF TAPERED INSULATION.
CRICKETS ARE TO BE INSTALLED SO THAT A SLOPE OF 1/4" PER FOOT IS
MAINTAINED ACROSS THE FACE OF THE CRICKET.

PROVIDE CRICKETS AT ALL  ROOF TOP MOUNTED EQUIPMENT (I.E.
SKYLIGHTS, ROOF HATCHES, ETC.) TO ASSURE POSITIVE DRAINAGE AROUND
SUCH ELEMENTS.

ALL FLASHING, COUNTER FLASHING AND SHEET METAL WORK TO COMPLY
WITH THE MINIMUM STANDARDS PER THE CURRENT EDITION OF SMACNA.

NOT ALL ROOF MOUNTED EQUIPMENT AND ROOF PENETRATIONS ARE SHOWN
ON THE ARCHITECTURAL ROOF PLAN SHEETS.  IN ADDITION TO THE
ARCHITECTURAL, THE CONTRACTOR IS RESPONSIBLE FOR REFERENCING THE
STRUCTURAL, MECHANICAL AND ELECTRICAL DOCUMENTS FOR ALL SUCH
OCCURRENCES.  ALL PENETRATIONS OF THE ROOF SHALL MEET WITH THE
ROOFING MANUFACTURER'S RECOMMENDATIONS TO MAINTAIN INTEGRITY OF
ROOFING SYSTEMS.

1.

2.

3.

4

5.

6.

7.

THE CONTRACTOR IS RESPONSIBLE AT BIDDING, FOR PROVIDING A
MANUFACTURER'S APPROVED ROOFING DETAIL FOR ALL ROOFING
CONDITIONS SO THAT THE SPECIFIED WARRANTY IS OBTAINED.  IF A
CONDITION SHOWN IN THESE CONSTRUCTION DOCUMENTS DOES NOT MEET
THE REQUIREMENTS OF THE ROOFING MANUFACTURER THESE CONDITIONS
ARE TO BE BROUGHT TO THE ATTENTION OF THE ARCHITECT PRIOR TO
BIDDING AND INSTALLATION OF THE APPROVED DETAIL.

THE CONTRACTOR IS TO CONFIRM THE ROOFING SYSTEM THICKNESS,
INCLUDING THE RIGID INSULATION PRIOR TO INSTALLING CURB AND
PARAPET BLOCKING.  BLOCKING AND CURB HEIGHTS ARE TO BE ADJUSTED
AS NEEDED TO CONFORM TO THE ROOFING THICKNESS TO MEET
REQUIREMENTS FOR WARRANTY.

WHERE ROOFING MEMBRANE IS SHOWN EXTENDING UP TO THE TOP OF THE
PARAPET, THE MEMBRANE IS TO WRAP UP, OVER AND DOWN THE WOOD
BLOCKING.  THE AIR INFILTRATION BARRIER IS TO EXTEND UP EXTERIOR
FACE OF WALL AND FULLY OVER THE TOP OF THE PARAPET WALL AND
UNDER THE SILL BLOCK FLASHING.  VERIFY WALL TYPE FOR PARAPET CAP
WIDTH, SEE DETAILS ON SHEET A520.  CONTRACTOR TO SEQUENCE WORK
TO MEET THIS REQUIREMENT.

ALL TOPS OF PARAPETS TO BE PROVIDED WITH 1/2" PER FOOT MINIMUM
POSITIVE SLOPE TOWARD THE ROOF FOR ADEQUATE DRAINAGE.

ALL PRE-MANUFACTURED MECHANICAL CURBS ARE TO BE MANUFACTURED
TO ACCOMMODATE ROOF SLOPE.  THEY MUST BE OF ADEQUATE HEIGHT TO
ALLOW FOR THE DEPTH OF THE ROOF INSULATION, INCLUDING CRICKETS
AND HAVE 8" HEIGHT ABOVE THE ROOF MEMBRANE, SEE DETAIL D5/A520.

8.

9.

10.

11.

12.

ALL REGLETS ARE TO BE PREFINISHED AND ARE TO BE HELD AS LOW
TO THE ROOF AS POSSIBLE, BUT HAVE 8" HEIGHT ABOVE THE ROOF
MEMBRANE SO THE VISIBILITY OF THE MEMBRANE FROM THE GROUND
BELOW IS MINIMIZED.  AT CERTAIN LOCATIONS A SHEET METAL COVER
SHEET HAS BEEN DETAILED TO COVER THIS EXPOSED VERTICAL
MEMBRANE.  ALL REGLETS AT MASONRY WALLS ARE TO BE
EMBEDDED INTO MORTAR JOINTS.  FOR TYPICAL EMBEDDED
MASONRY REGLET, SEE DETAIL B6/A520.  FOR TYPICAL SURFACE
MOUNTED FLASHING ON A STUD WALL, SEE DETAIL B5/A520.

ROOF DRAINS ARE TO BE INSTALLED IN A TWO LEVEL DRAIN BASIN.  THE
BASIN IS TO BE CONSTRUCTED USING LAYERS OF ROOFING INSULATION.
SEE DETAILS E4, E5 AND E6/A502.

FOR TYPICAL ROOF HATCH AND LADDER, SEE DETAILS A4, C4, AND
D4/A502.

FOR TYPICAL ROOF PIPE PENETRATIONS, SEE DETAIL E3/A502.

13.

14.

15.

16.

KEYED NOTES

PLAN NORTH

0' 4' 8' 16' 24'

717 SINGLE PLY MEMBRANE ROOFING, ROOFING INSULATION AND
ROOFING VAPOR BARRIER

718 PRE-FINISHED PROFILE METAL, RANDOM VERTICAL PATTERN, SEE
DETAIL ELEVATION

722 PROTECTIVE WALKABLE ROOF SURFACE, 4'-0" WIDE, U.N.O.
2203 ROOF DRAIN
2304 PRE-MANUFACTURED MECHANICAL PENTHOUSE
2305 MECHANICAL DUCT
2306 MECHANICAL EQUIPMENT
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KEYED NOTES

301 REINFORCED CONCRETE FOUNDATION WALL
308 GFRC INSULATED WALL ASSEMBLY WITH VAPOR BARRIER
314 GFRC NON-INSULATED WALL ASSEMBLY
715 ACM METAL PANEL OVER 3" THERMALLY BROKEN Z GIRTS
718 PRE-FINISHED PROFILE METAL, RANDOM VERTICAL PATTERN, SEE

DETAIL ELEVATION
800 SCHEDULED DOOR & FRAME
801 WINDOW SYSTEM
1028

SCALE:  1/8" = 1'-0"
A1 NORTH ELEVATION

0' 4' 8' 16' 24'
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308 GFRC INSULATED WALL ASSEMBLY WITH VAPOR BARRIER
314 GFRC NON-INSULATED WALL ASSEMBLY
715 ACM METAL PANEL OVER 3" THERMALLY BROKEN Z GIRTS
717 SINGLE PLY MEMBRANE ROOFING, ROOFING INSULATION AND

ROOFING VAPOR BARRIER
718 PRE-FINISHED PROFILE METAL, RANDOM VERTICAL PATTERN, SEE

DETAIL ELEVATION
800 SCHEDULED DOOR & FRAME
801 WINDOW SYSTEM
804 OVERHEAD COILING DOOR
810 EXTERIOR SUN CONTROL DEVICES
901
2301 PRE-FINISHED MECHANICAL LOUVER

KEYED NOTES

SCALE:  1/8" = 1'-0"
A2 EAST ELEVATION

0' 4' 8' 16' 24'

SCALE:  1/8" = 1'-0"
A5 PARTIAL EAST ELEVATION

0' 4' 8' 16' 24'
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SCALE:  1/8" = 1'-0"
A1 SOUTH ELEVATION
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308 GFRC INSULATED WALL ASSEMBLY WITH VAPOR BARRIER
314 GFRC NON-INSULATED WALL ASSEMBLY
513 DECORATIVE GLASS RAILING
715 ACM METAL PANEL OVER 3" THERMALLY BROKEN Z GIRTS
718 PRE-FINISHED PROFILE METAL, RANDOM VERTICAL PATTERN, SEE

DETAIL ELEVATION
800 SCHEDULED DOOR & FRAME
801 WINDOW SYSTEM
804 OVERHEAD COILING DOOR
810 EXTERIOR SUN CONTROL DEVICES

KEYED NOTES



LEVEL 2
115' - 4"

LEVEL 1
100' - 0"

LEVEL 3
133' - 4"

LEVEL 4
151' - 4"

LEVEL 5
169' - 4"

15810 24

PENTHOUSE
187' - 4"

6 379

314

810

801

810

801

804

801

800

308

801 308308800800

715 308

801

718

715 715

718

801

715

715

715

801

308

715

EQ EQ EQ 10' - 9" 9 1/2"9 1/2"

9' - 8" 9' - 8" 9' - 8" 9' - 8" 9"

3'
 -
 2

"
5'

 -
 0

"
2'

 -
 1

0"
4'

 -
 8

"
1'

 -
 6

"
6'

 -
 2

"
5'

 -
 1

0"

EQ EQ EQ EQ

13
' -

 6
"

1'
 -
 6

"
16

' -
 2

"
1'

 -
 6

"
16

' -
 6

"
1'

 -
 6

"
16

' -
 6

"
1'

 -
 6

"
16

' -
 6

"
1'

 -
 6

"
4'

 -
 8

"
2'

 -
 1

0"
5'

 -
 0

"
3'

 -
 2

"

9" 7' - 10" 8' - 0" 8' - 0" 9"

T.O. G.F.R.C. WALL = 205'-4"

TYP.

TYP.

718

715

308

LINES AT ACM WALLS INDICATE PANEL JOINTS. LINES AT
GFRC WALLS INDICATE EITHER PANEL JOINTS OR REVEALS

LEVEL 2
115' - 4"

LEVEL 1
100' - 0"

LEVEL 3
133' - 4"

LEVEL 4
151' - 4"

LEVEL 5
169' - 4"

810

C1

A303

PENTHOUSE
187' - 4"

79

800

308

801

718

308

C
O

LO
R

 2
C

O
LO

R
 1

715

308

801

715

C6

A503

Rev # Date Description

Job #

Date

Ins. #

Owner #

E

1 2 3 4 5

E

6

C

A

B

D

1 2 3 4 5 6

D

C

B

A

Fax:

Web:

Phone: (801) 575-8800
(801) 531-9850
vcbo.com

VCBO ARCHITECTURE
524 SOUTH 600 EAST
SALT LAKE CITY, UT 84102

7/
25

/2
01

3 
9:

41
:2

4 
A

M

A204

BUILDING ELEVATIONS

2n
d 

D
is

tr
ic

t J
uv

en
ile

 C
ou

rt
ho

us
e

JULY 26, 2013
12500

P
H

A
S

E
 I 

- 
V

A
LU

E
 B

A
S

E
D

C
O

N
T

R
A

C
T

O
R

 S
E

LE
C

T
IO

N

16
5 

W
es

t 2
0t

h 
S

tr
ee

t, 
O

gd
en

, U
ta

h
08

28
41

50

U
ta

h 
S

ta
te

 C
ou

rt
s

08284150

SCALE:  1/8" = 1'-0"
A2 WEST ELEVATION
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308 GFRC INSULATED WALL ASSEMBLY WITH VAPOR BARRIER
314 GFRC NON-INSULATED WALL ASSEMBLY
715 ACM METAL PANEL OVER 3" THERMALLY BROKEN Z GIRTS
718 PRE-FINISHED PROFILE METAL, RANDOM VERTICAL PATTERN, SEE

DETAIL ELEVATION
800 SCHEDULED DOOR & FRAME
801 WINDOW SYSTEM
804 OVERHEAD COILING DOOR
810 EXTERIOR SUN CONTROL DEVICES
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SCALE:  1/8" = 1'-0"
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SCALE:  3/32" = 1'-0"
C1 SECTION 1B

SCALE:  3/32" = 1'-0"
A1 SECTION 1A
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