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ADDENDUM #1 
 
Date: June 28, 2010 
             
To:  Contractors   
 
From: Craig Wessman, Project Manager, DFCM 
 
Reference:         Department of Corrections 
              Draper Facility Boiler Upgrades – Draper, Utah 
  Project No.09200100 
 
Subject: Addendum No. 1 
 
Pages Addendum                 1  page 
 Architects Addenda                                                             1  page 
 Total                                                                                    2  pages  
 
Note: This Addendum shall be included as part of the Contract Documents. Items in this Addendum apply 
to all drawings and specification sections whether referenced or not involving the portion of the work added, 
deleted, modified, or otherwise addressed in the Addendum. Acknowledge receipt of this Addendum in the 
space provided on the Bid Form. Failure to do so may subject the Bidder to Disqualification.   
  
While we contend that SB220 should only be potentially applicable to a contract issued after the effective 
date of said bill, this is to clarify that for purposes of this contract, regardless of the execution or effective 
dates of this contract, the status of Utah Law and remedies available to the State of Utah and DFCM, as it 
relates to any matter referred to or affected by said SB220, shall be the Utah law in effect at the time of the 
issuance of this Addendum. 
 
 
1.1 SCHEDULE CHANGES – There are no changes to the project schedule.  
 
1.2 GENERAL – Van Boerum & Frank Associates, Inc. - Clarifications to Specifications, please see 
attached. 
 
 
 
 
        
 
 
 



   
 

ADDENDUM 
 

DATE: June 28, 2010   
    
DFCM PROJECT NO: 09200100   
    
PROJECT: Draper Prison Boiler Replacement and Boiler Controls Upgrades   

 
 
 
GENERAL 
 
1. Question asked – “Will workers be compensated by the customer for time on site during lock 

downs.”  Answer – “Compensation will be considered if it exceeded 2 hours and prevented the 
contractor from performing work during that time.” 

2. All power and control wiring from the new Entrance Panel (230900 2.2 D) up to and including the 
boilers shall be replaced with new wire and conduit.  All power wiring shall be provided and 
installed by a licensed electrical contractor. 

SHEET - M-101 
1. Clarification - Sheet shows three existing boilers.  Only boilers B-2 and B-3 shall have the boiler 

controls replaced and upgraded. 
2. Clarifications 

A. Boiler B-2 has a 100 hp, 208/3ph fan motor.  Provide new VSD as indicated on M-701. 
B. Boiler B-3 has a 10 hp, 208/3ph fan motor.  Provide new VSD as indicated on M-702. 

SHEET - M-701 
1. All power and control wiring from the new Entrance Panel (230900 2.2 D) up to and including the 

boilers shall be replaced with new wire and conduit.  All power wiring shall be provided and 
installed by a licensed electrical contractor. 

SHEET - M-702 
1. Delete air servo and damper on entrance to burner fan. 
2. All items listed as keyed notes or general notes are new unless noted as existing. 

SHEET - P103 
1. The existing sewer line is approximately 6’-0” deep. Contractor to field verify exact depth. 
2. There is a existing gas yard line and an existing storm drain line in the drive south of the building 

where the new grease interceptor is to be located. Contractor to field verify location, size and 
depth of existing piping prior to beginning work on this portion of the project. 

3. Coordinate new waste piping with existing irrigation piping in planted area. Repair all piping and 
heads damaged by new construction. 

SECTION - 230900 – Boiler Control System 
1. Paragraph 2.1 – Manufacturers as listed are the “Acceptable Manufacturers”.  Provide products, 

parts, hardware and software in compliance with the specifications. 
2. Paragraph 2.2  B.6 – Honeywell 7800 series as specified is the only acceptable Burner 

Management Controller. 
3. Clarification – regarding the Servos for the Oil/Gas/Air Control – provide per paragraph 2.2 F.7. 
4. Paragraph 2.2 F.7 - Siemens LMV is not acceptable.  Provide PLC based. 
5. Paragraph 2.2 F.16 – Siemens LMV is not acceptable.  Provide PLC based. 
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