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ADDENDUM #1 
 
Date: April 1, 2010 
             
To:  Contractors 
 
From: Tim Parkinson, Project Manager, DFCM 
 
Reference:        Youth Corrections 
              Mill Creek Youth Detention Center Security Upgrade 
  Project No. 09253430 
 
Subject: Addendum No. 1 
 
Pages Addendum Coversheet      1  page 
 Engineers Addendum                                            19  pages 
 Total                                                                      20  pages  
 
Note: This Addendum shall be included as part of the Contract Documents. Items in this Addendum apply 
to all drawings and specification sections whether referenced or not involving the portion of the work added, 
deleted, modified, or otherwise addressed in the Addendum. Acknowledge receipt of this Addendum in the 
space provided on the Bid Form. Failure to do so may subject the Bidder to Disqualification.   
  
While we contend that SB220 should only be potentially applicable to a contract issued after the effective 
date of said bill, this is to clarify that for purposes of this contract, regardless of the execution or effective 
dates of this contract, the status of Utah Law and remedies available to the State of Utah and DFCM, as it 
relates to any matter referred to or affected by said SB220, shall be the Utah law in effect at the time of the 
issuance of this Addendum. 
 
1.1 SCHEDULE CHANGES – There are no changes to the project schedule. 
 
1.2 GENERAL – Spectrum Engineers – Please see attached. 
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To:  Tim Parkinson  Telephone:  
Company: DFCM Fax:  
    
  Copies to: Invited bidders 
    
From: Russ Naegle, P.E. Telephone:  801-401-8463 
Job: Mill Creek Youth Center 

Security Upgrade 
Toll Free: 800-678-7077 

Re: Addendum #1 Fax: 801-401-9463 
Job 
Number: 

DFCM# 09253430 
Spectrum# 20090582 

E-mail: rpn@spectrum-engineers.com 

Date: April 1, 2010 Page: 1    of    3 + 15 attached sketches 

 

 

Addendum #1 

GENERAL 
1. Include unit costs with bid for adding the following during construction:  interior 

camera/enclosure (type #1); exterior camera/enclosure (type #3); interior camera power 
and coax signal cable price per foot; exterior camera power and UTP signal transceivers 
and cable price per foot; replacement of existing 64 port capacity CCTV matrix switch with 
new 128 port capacity CCTV matrix switcher system equipped initially with 96 input ports 
(Bosch 8600 series or approved equivalent).  

2. Include in base bid replacement of existing uninterruptible power supply (UPS) unit 
batteries at each of the 4 existing integrated security system equipment locations.  Verify 
requirements prior to bid and include all associated costs. 

DRAWINGS 

SHEET E001 
1. Symbol Legend:  Refer to sketch EE002-R2-1 for symbol legend additions and revisions. 

SHEET E100 
1. Security Site Plan:  Change camera number 4 from type #4 to type #3, and change camera 

6 from type #5 to type #4.  Refer to sketch EE100-R2-2. 
2. General Sheet Notes:  Refer to sketch EE100-R2-4 for revisions to general sheet notes 1 

and 4. 
3. Sheet Keynotes:  Refer to sketch EE100-R2-3 for revisions to sheet keynote note 7. 



 

DRAWINGS (Cont.) 

SHEET E101 
1. Sheet Keynotes:  Add new sheet keynote 4 for new visiting control under counter 19” rack.  

Refer to sketch EE101-R2-5 for new keynote. 
2. Recept 103 (Visiting Control):  Add 2ea. 32” ceiling mounted CCTV monitor locations in 

addition to new countertop touch-screen and intercom equipment/master-station locations, 
and add keynote 4 symbol for new rack location.  Refer to sketch E101-R2-6. 

 
SHEET E102 
1. Sheet Keynotes:  Add new sheet keynote 5 for main control new wall mounted 19” rack.  

Refer to sketch E101-R2-5 for new keynote. 
2. Control 227 (Main Control):  Add 2ea. 32” ceiling mounted CCTV monitor locations in 

addition to new countertop touch-screen and intercom equipment/master-station locations.  
Refer to sketch E102-R2-7. 

3. Elec. 229:  Add keynote 5 symbol for new rack location sized as required for new 
equipment.  Refer to sketch E102-R2-7. 

 
SHEET E103 
1. Mechanical rooms 419, 519, and 619:  Delete rack symbols for units A, B, and C 

mechanical rooms.  Refer to sketch E103-R2-8. 
 
SHEET E501 
1. CCTV Camera/Enclosure Type Schedule:  Add surge suppression and building entry 

protection per NEC to exterior camera types.  Refer to sketch E501-R2-9 for revisions of 
camera types #3, #4, and #5. 

2. Building Camera CCTV Single Line Diagram:  Refer to sketch E501-R2-10 for diagram 
revisions. 

 
SHEET E600 
1. CCTV Surveillance One-Line Diagram Notes:  Refer to sketch E600-R2-11 for revisions to 

notes 1 - 4 and for new note 5. 
2. Integrated Security System One-Line Diagram Notes:  Refer to sketch E600-R2-13 for 

revisions to notes 1 – 4, and for new notes 5 – 8. 
3. CCTV Surveillance One-Line Diagram:  Refer to sketch E600-R2-12 for diagram revisions. 
4. Integrated Security System One-Line Diagram:  Refer to sketch E600-R2-14 for diagram 

revisions. 
 
SHEET E601 
1. Detention Access System Schedule:  Schedule title should read “Detention…” rather than 

“Detection…”.  Refer to sketch E601-R2-15. 
2. Schedule Notes (typical of sheets E601-E604):  Add new sheet schedule notes 3, 4, and 5. 

Refer to sketch E601-R2-15 for new schedule notes. 
 
SHEET E604 
1. CCTV Camera Port Schedule:  Refer to sketch E604-R2-16 for additions of DVR outputs to 

matrix input ports. 



 

SPECIFICATIONS 

SECTION 275123 
1. Paragraph 2.1.A:  to “Subject with compliance with requirements…” add “and subject to 

compatibility to existing equipment…”. 
2. Paragraph 2.2.A .1:  Add “…and master intercom station controls.” to paragraph.   
3. Paragraph 2.4:  Add new sub-paragraph “G. Desktop Master Station:  provide new movable 

console with microphone, speaker, volume control, station connect and push-to-talk 
controls.  Include poke-through extension cable to allow relocation of console across 
existing countertop location.” 

 
SECTION 28513 
1. Paragraph 1.7.A.1:  Delete paragraph. 
2. Paragraph 1.7.A.2:  Delete paragraph. 
3. Paragraph 2.1.B:  Delete paragraph. 
4. Paragraph 2.5:  Delete paragraph. 
5. Paragraph 2.6:  Delete paragraph. 
6. Paragraph 2.13:  Delete paragraph. 
7. Paragraph 2.15.A:  Delete paragraph. 
8. Paragraph 3.5:  Delete paragraph. 
9. Paragraph 3.11:  Delete paragraph. 
 
SECTION 282300 
1. Paragraph 2.7.B.1:  Change “Metal cabinet…” to “LCD Flat-screen…” 
2. Paragraph 2.7.B.2:  Change “22 inch” to “32 inch”. 
3. Paragraph 2.7.B.3:  Change “300 Lines.” to “Industry standard high resolution.” 
4. Paragraph  2.9.E:  Delete paragraph. 
 
SECTION 284615 
1. Paragraph 1.4.b.2:  Change “Control Panel Layout” to Control Screen Layouts”, and add 

“…for approval prior to programming.” 
2. Paragraph 2.3.C.2:  Change “21 inches” to “22 inches” 
3. Paragraph 2.3.C.2.d:  Add new sub-paragraph “5)  Provide ELO Touch 2200L 22” flat-

screen LCD monitor (or approved equivalent).” 
4. Paragraph 2.5.A.1:  Add “Dual hard drives.” to paragraph. 
5. Paragraph 2.5.A.7.c:  Change “19 in. Color” to “22 in. color LCD flat-panel touch-screen.” 
 

End of Addendum #1 


































