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SHEET

1

DESCRIPTION

TITLE SHEET

INDEX TO SHEETS2

3

4 TYPICAL SECTIONS

PLAN VIEW WEST PARKING LOT

5 DETAILS

PAINTING PLAN WEST PARKING LOT

6

SEWER PLAN AND PROFILE

7

TRENCH DETAILS

8

SUMMARY OF ITEMS

11

PLAN VIEW SOUTH PARKING LOT

PAINTING PLAN SOUTH PARKING LOT

9

10

5A DETAILS, RESERVED PARKING

North: ______  South: ______  East: ______  West: ______  

   Special Use and Occupancy (e.g. High Rise, Covered Mall):   __________________ 

d)    Unlimited Area Building:    Yes  ______   No  ______   Code Section:  ______

a

a

3)    Three Story:   A  (3)______

2)    Two Story:   A  (2)______

1)    One Story:   ______

c)    Total Allowable Area for:

1

_

<

Allowable Area

Actual Area

b)    Sum of the Ratio Calculations for Mixed Occupancies:

a) 

a

A  =             

Official for Complex Buildings. Including, but not limited to:

g)    Fire Stopping, Including Tested Design Number.

f)    Exterior and Interior Accessibility Route.

e)    Fire Assembly Locator Sheet.

a)    High Rise Requirements.

b)    Atriums.

c)    Performance Based Criteria.

d)    Means or Egress Analysis.

2)    Additional Code Information shall be provided at the discretion of the Building 

Code Accessibility Chapters, the more restrictive requirement shall govern.

through     - ADA Guidelines and specific reference to the International Building

1)    In case of conflict with the U.S. Department of Justice Federal Registers Parts    

FOOTNOTES:

e)    Drinking Fountains:  ______       Service Sinks: ______

d)    Bath Tubs or Showers:  ______ 

c)    Lavatories  -  Required (m) ______ (f) ______    Provided (m) ______ (f) ______ 

a)    Water Closets - Required (m) ______ (f) ______  Provided (m) ______ (f) _____ 

M.      Minimum Number of Required Plumbing Facilities:

Exit Width Required:   ______            Exit Width Provided:   ______      

Element Hours 

Assembly

ListingListing

Element

Assembly

Hours 

Smoke Partitions

Fire Partitions

Exterior Bearing Walls

Interior Bearing Walls

Exterior Non-Bearing Walls

Structural Frame

Partitions - Permanent

Fire Barriers

Floors - Ceiling Floors

Roofs - Ceiling Roofs

Exterior Doors and Windows

Shaft Enclosures

Fire Walls 

BAHTBABABA

Design Wind Speed:  ______ mphB.      Seismic Design Category: ______

L.      Design Occupant Load: ______

K.       Fire Resistance Rating Requirements for Building Elements (hours).

Area Modifications:J:        

 ____________________________________________Tabular Area:I:      

 per Floor (square feet): __________________________Actual AreaH:      

Number of Stories:   ______   Building Height: ______G:       

Required: ______     Provided: ______   

Sprinklers:F:       

Mixed Occupancies:   ______         Nonseparated Uses:   ______E.      

          separation distance (in hours):

 Requirements for the Exterior Walls based on the fireFire Resistance RatingD.      

C.      Type of Construction  (circle one):

   Change in Use: Yes ______ No ______  Mixed Occupancy: Yes ______  No ______

Guildelines

ADA Accessibility 

Building Conservation

Uniform Code for

National Electrical Code

Conservation Code

International Energy 

International Fire Code

International Plumbing Code

International Mechanical Code

International Building Code

YearYear

APPLICABLE CODES

A.      Occupancy and Group:  ________    ________    ________    ________     ________

CODE ANALYSIS

International Fuel Gas Code

        Type of Sprinkler System (IBC 903.3.1)__________________

{

A              

t

A              

t

+ +I            

f

x              A              

t

I            

s

x              

{

0.25I  = 

f

F P
30W

b)    Urinals - Required (m) ______ (f) ______  Provided (m) ______ (f) _____ 

  (table 503): __________________________

/ /

2009

2009

GENERAL NOTES:

1. THESE DRAWINGS MEET THE CURRENT DFCM STANDARDS.

2. THESE DRAWINGS ARE BASED ON THE 2009 IBC AND THE  ICC/ANSI A117.1-2003.

3. THIS PROJECT DOES NOT INVOLVE STRUCTURES.

4. THIS PROJECT ONLY INVOLVES EXTERIOR IMPROVEMENTS AND DOES NOT REQUIRE SPECIAL INSPECTIONS.

 JOHANSEN AND TUTTLE ENGINEERING WILL PROVIDE INSPECTIONS AND TESTING UNDER CONTRACT.

5. THIS PROJECT DOES NOT REQUIRE DEFERRED SUBMITTALS.
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DESCRIPTION

MOBILIZATION

UNIT QUANTITY

LUMP 1
1

2

3

4

5

1PAVEMENT MARKING PAINT LUMP

ROTOMILL SQ. FT. 2325

HMA (1/2" MIX) 2" OVERLAY SQ. FT. 41110

6

3506 INCH SEWER PIPE (D 3034) FEET

7

22 WAY CLEANOUT EACH

8

PAVING FABRIC (PETROMAT) SQ. YD. 4570

UNTREATED BASE COURSE SQ. FT. 3585

GRANULAR BORROW (3" MINUS) SQ. FT. 3585

EXCAVATION SQ. FT. 3585

9

1 INCH DRAIN ROCK CU. YD. 235

10

11

12

13

14

200GRANULAR BORROW BACKFILL (3" MINUS) CU. YD.

15

HMA (1/2" MIX) 3" THICK SQ. FT. 3585

16

CONCRETE CURB BLOCK 20EACH

STABILIZATION FABRIC (COMBIGRID 30/30) SQ. YD. 400

DRY SUMP EACH 1

TYPE II SLURRY SEAL SQ. FT. 64820

17
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4'-0"

2
"

ROTOMILL TO A DEPTH OF 2"

AT EDGE OF CONCRETE, TAPER

TO 0" AT A POINT 4'-0" OUT

2" HMA OVERLAY

LIP OF EXISTING

 CONCRETE

TYPICAL SECTION A

EXISTING ASPHALT SURFACE

PAVING FABRIC REQ'D. (PETROMAT STYLE 4598 OR EQUAL)

2
"

2" HMA OVERLAY

EXISTING CONCRETE

TYPICAL SECTION B

EXISTING ASPHALT SURFACE

PAVING FABRIC REQ'D. (PETROMAT STYLE 4598 OR EQUAL)

THICKEN HMA OVERLAY

TO BE FLUSH WITH CONCRETE

12'-0"

3" HMA REQ'D.

SLOPE 2% TOWARD DRY SUMP

TYPICAL SECTION C

6" UNTREATED BASE COURSE REQ'D.

12" GRANULAR BORROW REQ'D.

STABILIZATION FABRIC REQ'D. (NAUE COMBIGRID 30/30 Q1 151 GRK 3, OR EQUAL)
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4'-0"

MANHOLE RING AND GRATE REQ'D.

D&L C-2670 OR EQUAL

PRECAST 48" MANHOLE CONE REQ'D.

2'-0" PRECAST 48" MANHOLE SECTION REQ'D.

2
'
-
0
"

6'-10"

1'-0"

1" DRAIN ROCK REQ'D.

6" CONCRETE COLLAR REQ'D.

1'-0"

2%

DRY SUMP DETAIL

2'-6"

#4 REBAR HOOP REQ'D.

SEE SHEET 7 FOR LOCATION

6"x 6"x 4", 45 WYE REQ'D.

CONNECT TO EXISTING SEWER

REDUCER REQUIRED

4" PVC REQ'D.

THREADED BRASS PLUG REQ'D.

6" CONCRETE COLLAR REQ'D.

2%

DEPRESS CONCRETE 1"

1'-0"

FINNISH

GRADE

2 WAY CLEANOUT DETAIL

#4 REBAR HOOP REQ'D.

EXISTING SEWER6" SEWER PIPE REQ'D. (D 3034)

45 ELBOW REQ'D.

SEE SHEET11 FOR LOCATIONS
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10.00
8.00

10.00
10.00

8.00

11.00

2
0
.
0
0

2
0
.
0
0

CONCRETE

CURB BLOCK

4" YELLOW LINE (TYP.)

10.00

REMOVE EXISTING RESERVED

PARKING SIGNS AND

RE-ATACHTO WALL, SEE SIGN

 MOUNTING DETAIL THIS SHEET

NOTE: TOP OF ASPHALT IS

FLUSH WITH TOP OF SIDEWALK

1
0
.
0
0

8
.
0
0

1
0
.
0
0

1
0
.
0
0

8
.
0
0

1
1
.
0
0

18.00

18.00

1
0
.
0
0

EXISTING RESERVED

PARKING SIGNS

TO REMAIN (TYP.)

4

5

Á

3

.

0

0

4" YELLOW LINE (TYP.)

NOTE: TOP OF ASPHALT

IS FLUSH WITH TOP OF SIDEWALK
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BLOCK WALL
RE-ATACH EXISTING SIGNS

IN-LINE WITH PARKING STALLS

12" X 6" VAN ACCESSIBLE

PLAQUE REQUIRED

EXISTING RESERVED PARKING SIGNS

TOP OF SIDEWALK

SIGN MOUNTING DETAIL

WEST PARKING LOT

RESERVED PARKING DETAIL

WEST PARKING LOT

RESERVED PARKING DETAIL

SOUTH PARKING LOT



3" HMA REQ'D.

6" UNTREATED BASE COURSE REQ'D.

D
E

P
T

H
 
V

A
R

I
E

S

GRANULAR BORROW

 BACKFILL (3" MINUS) REQ'D.

6" SEWER PIPE (D 3034) REQ'D.

SEWER TRENCH DETAIL 1

STA. 0+00 TO STA. 0+66.05

1" DRAIN ROCK REQ'D.

1
'
-
0
"

1
'
-
0
"

12" GRANULAR BORROW

(3" MINUS) REQ'D.

EXISTING ASPHALT

SAW CUT ASPHALT

2" HMA OVERLAY REQ'D.

8" UNTREATED BASE COURSE REQ'D.

D
E

P
T

H
 
V

A
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S

GRANULAR BORROW

 BACKFILL (3" MINUS) REQ'D.

6" SEWER PIPE (D 3034) REQ'D.

SEWER TRENCH DETAIL 4

STA. 0+80.51 TO STA. 2+71.15

1" DRAIN ROCK REQ'D.

1
'
-
0
"

1
'
-
0
"

1
"

EXISTING CURB

AND GUTTER

CONCRETE CURB AND GUTTER REQ'D.

6" UNTREATED BASE COURSE REQ'D.

D
E

P
T

H
 
V

A
R

I
E

S

GRANULAR BORROW

 BACKFILL (3" MINUS) REQ'D.

6" SEWER PIPE (D 3034) REQ'D.

SEWER TRENCH DETAIL 5

STA. 2+71.15 TO STA. 2+73.65

STA. 2+99.85 TO STA. 3+02.35

1" DRAIN ROCK REQ'D.

1
'
-
0
"

1
'
-
0
"

SAW CUT OR

REMOVE AT

NEAREST JOINT

SOD REQ'D.

8" TOPSOIL REQ'D.
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S

GRANULAR BORROW

 BACKFILL (3" MINUS) REQ'D.

6" SEWER PIPE (D 3034) REQ'D.

SEWER TRENCH DETAIL 2

STA. 0+66.05 TO STA. 0+74.51

STA. 273.65 TO STA. 2+99.85

1" DRAIN ROCK REQ'D.

1
'
-
0
"

1
'
-
0
"

EXISTING ASPHALT

1'-0"1'-0"

SAW CUT ASPHALT

4" HMA REQ'D.

8" UNTREATED BASE COURSE REQ'D.

D
E

P
T

H
 
V

A
R

I
E

S

GRANULAR BORROW

 BACKFILL (3" MINUS) REQ'D.

6" SEWER PIPE (D 3034) REQ'D.

SEWER TRENCH DETAIL 6

STA. 3+02.35 TO STA. 3+48.06

1" DRAIN ROCK REQ'D.

1
'
-
0
"

1
'
-
0
"

EXISTING SIDEWALK

SAW CUT OR

REMOVE AT

NEAREST JOINT

4" CONCRETE REQ'D.

8" UNTREATED BASE COURSE REQ'D.

D
E

P
T

H
 
V

A
R

I
E

S

GRANULAR BORROW

 BACKFILL (3" MINUS) REQ'D.

6" SEWER PIPE (D 3034) REQ'D.

SEWER TRENCH DETAIL 3

STA. 0+74.51 TO STA. 0+80.51

1" DRAIN ROCK REQ'D.

1
'
-
0
"

1
'
-
0
"
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SEE TYPICAL SECTION A

SEE TYPICAL SECTION B

SEE TYPICAL SECTION C

DRY SUMP REQ'D.

SEE DETAIL SHT. 5

2%

2
%

2
%

2%

REMOVE SPEED BUMP.REMOVE SPEED BUMPS

27.00

2
5
.
2
0

DRIVER TRAINING

BUILDING

ADMINISTRATION

BUILDING

EXISTING PARKING LOT

D
R

I
V

E
R

 
T

R
A

I
N

I
N

G
 
L
O

T

SIDEWALK

LAGOON STREET

SCALE: 1"=40'
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PARKING STALLS 10.0 X 20.0 (TYP.)

PARKING STALLS 10.0 X 20.0 (TYP.)

PARKING STALLS 10.0 X 20.0 (TYP.)

PARKING STALLS 10.0 X 18.0 (TYP.)

4
0
.
0
0

4
0
.
0
0

1
8
.
0
0

LIGHT POLE

REMOVE AND REINSTALL PARKING BLOCKS (TYP.)

INSTALL NEW PARKING BLOCKS (TYP.)

4 INCH YELLOW LINE (TYP.)

PAINT TOP AND FACE OF CURB RED (NO PARKING)

DRIVER TRAINING

BUILDING

ADMINISTRATION

BUILDING

D
R

I
V

E
R

 
T

R
A

I
N
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L
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T

SIDEWALK

LAGOON STREET

SCALE: 1"=40'
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TYPE II SLURRY SEAL REQ'D.

EXISTING PARKING LOT

SCALE: 1"=40'
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4 INCH YELLOW LINE (TYP.)
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A

PAINT TOP AND FACE OF CURB RED (NO PARKING)

PAINT TOP AND FACE OF CURB RED (NO PARKING)
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ORIGINAL GROUND

CONNECT TO

EXISTING

2 WAY CLEANOUT REQ'D.

CONNECT TO

EXISTING

MANHOLE

2 WAY CLEANOUT REQ'D.

6 INCH SEWER PIPE (D 3034) REQ'D.

SEE TRENCH DETAILS SHEET 6


