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ADDENDUM NO. 2 
 
Date: May 17, 2012 
 
To:  Contractors 
 
From: Lucas Davis - Project Manager 
 
Reference: DOC Parole Violation Center 
  Salt Lake City, Utah  
  DFCM Project No. 10124120 
 
Subject: Addendum No. 2 
 
  Addendum                                                                                 1 page 
  Revised Schedule                                                                      1 page 
  Architects Addendum                                                               3 pages 
 Total                                                                                          5 pages                            
  
Note: This Addendum shall be included as part of the Contract Documents. Items in this 
Addendum apply to all drawings and specification sections whether referenced or not involving 
the portion of the work added, deleted, modified, or otherwise addressed in the Addendum. 
Acknowledge receipt of this Addendum in the space provided on the Bid Form, if applicable. 
Failure to do so may subject the Bidder to Disqualification.   
  
2.0 SCHEDULE CHANGES: There are changes to the project schedule. 

The final addendum date has been changed to Thursday, May 17, 2012 at 3:00 PM. 
 
2.1 GENERAL: GSBS Architects – Please see attached sheets. 
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 PROJECT SCHEDULE - REVISED  
                       PER ADDENDUM NO. 2 – Dated May 17, 2012 
 

PROJECT NAME: PAROLE VIOLATION CENTER 
                               DEPARTMENT OF CORRECTIONS – SALT LAKE CITY, UTAH 
DFCM PROJECT NO.  10124120 

Event Day Date Time Place 

Request for Proposals and 
Construction Documents 
Available 

Thursday April 19, 2012 10:00 am DFCM web site * 

Mandatory Pre-Proposal Site 
Meeting  

Monday April 30, 2012 2:00 pm DOC Parole Violation Center 
1747 South 900 West 
Salt Lake City, UT 

Last Day to Submit Questions 
prior to submittal of Statements 
of Qualifications 

Thursday May 3, 2012 2:00 pm Lucas V. Davis - DFCM 
E- mail: lucasdavis@utah.gov 
Fax:  801-538-3267 

Addendum Deadline Thursday May 17, 2012 3:00 pm DFCM web site * 

Prime Contractors turn in 
References, Statements of 
Qualifications, Management 
Plans (including Schedule), and 
Termination/Debarment 
Certifications 

Wednesday May 16, 2012 10:00 am DFCM 
4110 State Office Bldg 
SLC, UT 

Short Listing by Selection 
Committee (if applicable) 

Monday May 21, 2012 To be 
determined 

DFCM 
4110 State Office Bldg 
SLC, UT 

Prime Contractors Turn In Cost 
Proposals and Cost Reduction 
Proposals  

Wednesday May 30, 2012 12:00 Noon DFCM 
4110 State Office Bldg 
SLC, UT 

Subcontractor List Due 
 

Thursday May 31, 2012 12:00 Noon DFCM 
4110 State Office Bldg 
SLC, UT 
Fax 801-537-9188 

Interviews Monday June 4, 2012 TBD To be determined 
Announcement Tuesday June 5, 2012 2:00 pm DFCM web site * 
Substantial Completion Date  October 1, 

2012 
  

 
*  DFCM’s web site address is www.//dfcm.utah.gov 

STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES 
 

Division of Facilities Construction and Management 
DFCM



 
Utah Department of Corrections 

 
PAROLE VIOLATOR CENTER 

 
FOOD SERVICE EQUIPMENT ADDENDUM NO. 1 

May 15, 2012 
 
 

The original specifications and drawings, dated January 12, 2012 for the project referenced above 
are amended in the Addendum No. 1, dated May 15, 2012. 
 
Receipt of this addendum shall be acknowledged by inserting its number and date in the space 
provided on the bid form. 
 
This addendum consists of the following:   
 
FS-ADD#1-1  
The following alternate manufacturers have been approved for these projects where and in so 
much as they match the specification exactly. 

 
1. Master-Bilt, Imperial, Bally, Norlake and Kool Star in lieu of Kolpack for walk-in boxes. 
2. Avtec and Streivor in lieu of Aqua-Matic for exhaust hoods. 
3. Groen and Market Forge in lieu of Cleveland for tilt skillet, tilt kettle and steamer. 
4. Southbend in lieu of Vulcan for range. 
5. APW Wyott, Delfield, Hatco and Wells in lieu of Randell for hot food warmers and 

refrigerated cold pans. 
 
FS-ADD#1-2: 
The following changes are to be made to the Section 11400 Food Service Equipment 
Specification. The changes are highlighted in bold font. 
 
ITEM #K-18 STAINLESS STEEL WALL FLASHING 
 
Quantity: (1) lot 
Manufacturer: Custom Metal Fabricated 
Model Number: Custom, as per plans and details. 
Dimensions: 30’-0”W x 4’-0”H & 10’-0”H. 
Utility Requirements: None 
Accessories: A) Stainless steel wall flashing on back cook wall from floor 

base to ceiling. Include end wall cap, top cap at wall 
opening and filler between hood sections. 

B) Provide stainless steel “J” and “T” trim at seams and at top 
edge. 

Installation Instructions: A) Mount to wall as required.  
 



Parole Violator Center  May 15, 2012 
Food Service Equipment Addendum #1  Page #2 
 
 

GSBS-PC Project No. 2011.081.00  

ITEM #K-49 ICE MAKER and BIN 
 
Quantity: (1) each 
Manufacturer: Manitowoc 
Model #: #IY-0854A with #B-970 (bin).  
Dimensions: Ice Maker: 30”W x 25”D x 27”H 
 Ice Bin: 48”W x 34”D x 50”H (Total height 77”H)  
Utilities: A) 3/8” cold water. 

B) 1/2” indirect drain to floor sink. 
C) 3/4” indirect drain to floor sink. 
D) 208/60/1, 11.9 amp. 

Accessories: A) Stainless steel finish. 
B) Provide filter for incoming water. 
C) Self contained, air-cooled. 

Installation Notes: A) Water pressure to be 7-113 PSIG. 
 B) Set and level as per plan.   
 
 
End of Addendum No. 1 
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98A DBL 6' - 0" 7' - 0" D7 ALUM DB C 0" ALUM 0" CLR 98A
98B DBL 6' - 0" 7' - 0" D7 ALUM DB D 0" ALUM 0" CLR 98B
98C SNGL 3' - 0" 7' - 0" 1 3/4" D4 GLS CLR C 2" F1 ALUM 5 3/4" - CLR 98C
100 SNGL 3' - 0" 7' - 0" 1 3/4" - D4 ALUM A DB B 2" ALUM 4 1/2" - DB DARK BRONZE 100
102 SNGL 3' - 0" 7' - 0" 1 3/4" 90 MIN. D3 HM E PNT 07 2" F1 HM 5 3/4" E PNT 102

102A SNGL 2' - 0" 7' - 0" 1 3/4" 20 MIN. D1 HM - PNT 13 2" F1 HM 4 1/4" - PNT 102A
104 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D3 HM E PNT 13 2" F1 HM 5 3/4" E PNT "MAX. OCC. LOAD 5", SIGN ON

DR
104

105 SNGL 3' - 0" 7' - 0" 1 3/4" - D3 HM C PNT DET. 2" F1 HM 4" E PNT LOCKS 1010A/1017 105
106 SNGL 3' - 0" 7' - 0" 1 3/4" - D3 HM C PNT DET. 2" F1 HM 4" E PNT LOCKS 1010A/1017 106
107 SNGL 3' - 0" 7' - 0" 1 3/4" - D3 HM C PNT DET. 2" F1 HM 4" E PNT LOCKS 1010A/1017 107
108 SNGL 3' - 0" 7' - 0" 1 3/4" - D3 HM C PNT DET. 2" F1 HM 4" E PNT LOCKS 1010A/1017 108
109 SNGL 3' - 0" 7' - 0" 1 3/4" - D3 HM C PNT DET. 2" F1 HM 4" E PNT LOCKS 1010A/1017 109
110 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM B PNT 06 2" F1 HM 5 3/4" - PNT 110

110A SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM B PNT 06 2" F1 HM 5 3/4" - PNT 110A
110B SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM B PNT 06 2" F1 HM 5 3/4" - PNT 110B
111 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D1 HM - PNT 07 2" F1 HM 5 3/4" - PNT 111
112 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM B PNT 08 2" F1 HM 5 1/4" - PNT 112

112A SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM B PNT 08 2" F1 HM 5 1/4" - PNT 112A
113 SNGL 3' - 0" 7' - 0" 1 3/4" - D1 HM - PNT 27 2" F1 HM 5 3/4" - PNT 113
114 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D3 HM E PNT 12 2" F1 HM 5 3/4" E PNT 114

114A SNGL 3' - 0" 7' - 0" 1 3/4" - D3 HM E PNT 2" F1 HM 5 3/4" E PNT 114A
114B SNGL 3' - 0" 7' - 0" 1 3/4" - D2 HM B PNT 22 2" F1 HM 5 3/4" - PNT 114B
114C SNGL 12' - 0" 10' - 0" 2" - D6 STL - PNT - - - - COILING OVERHEAD DOOR 114C
115 SNGL 3' - 0" 7' - 0" 1 3/4" - D1 HM - PNT 20 2" F1 HM 5 3/4" - PNT 115
117 SNGL 3' - 0" 7' - 0" 1 3/4" - D1 HM - PNT 26 2" F1 HM 5 3/4" - PNT 117
118 SNGL 3' - 0" 7' - 0" 1 3/4" - D2 HM B PNT 19 2" F1 HM 5 3/4" - PNT 118
119 SNGL 3' - 0" 7' - 0" 1 3/4" - D1 HM - PNT 24 2" F1 HM 5 3/4" - PNT 119
120 SNGL 3' - 0" 7' - 0" 1 3/4" - D2 HM B PNT 25 2" F1 HM 5 3/4" - PNT 120
123 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D1 HM - PNT 09 2" F1 HM 5 3/4" - PNT 123
124 SNGL 3' - 0" 7' - 0" 1 3/4" - D1 HM - PNT 18 2" F1 HM 5 3/4" - PNT 124
125 SNGL 3' - 0" 7' - 0" 1 3/4" - D1 HM - PNT 16 2" F1 HM 5 3/4" - PNT 125
127 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 127
128 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 128
129 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 129
130 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 130
131 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 131
132 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM B STN 06 2" F1 HM 7 3/8" - PNT 132

132A SNGL 3' - 0" 7' - 0" 1 3/4" D1 HM - PNT 2" F1 HM 5 3/4" - PNT NEW DOOR IN EXISTING FRAME 132A
134 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM B PNT 17 2" F1 HM 5 3/4" - PNT 134
135 SNGL 3' - 2" 7' - 0" 1 3/4" D4 ALUM A DB A 2" ALUM 4 1/2" - DB DARK BRONZE 135
136 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D1 HM - PNT 09 2" F1 HM 5 3/4" - PNT 136
137 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D1 HM - PNT 12 2" F1 HM 5 3/4" - PNT 137
138 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D1 HM - PNT 12 2" F1 HM 9" - PNT 138
140 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D3 HM E PNT 14 2" F1 HM 5 3/4" E PNT 140

140A SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D1 HM - PNT 13 2" F1 HM 5 3/4" - PNT 140A
140B SNGL 3' - 0" 7' - 0" 1 3/4" D1 HM - PNT 2" F1 HM 5 3/4" - PNT NEW DOOR IN EXISTING FRAME 140B
141 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 141
142 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 142
143 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 143
144 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 144
146 SNGL 3' - 0" 7' - 0" 1 3/4" D1 HM - PNT 2" F1 HM 5 3/4" - PNT NEW DOOR IN EXISTING FRAME 146
147 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D1 HM - PNT 10 2" F1 HM 5 3/4" - PNT 147
148 SNGL 3' - 6" 7' - 0" 1 3/4" 20 MIN. D1 HM - PNT 13 2" F1 HM 5 3/4" - PNT 148
149 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D1 HM - PNT 15 2" F1 HM 5 3/4" - PNT 149
150 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM B PNT 08 2" F1 HM 5 3/4" - PNT 150
151 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM B PNT 08 2" F1 HM 5 3/4" - PNT 151
152 SNGL 3' - 0" 7' - 0" 1 3/4" - D3 HM E PNT 23 2" F1 HM 5 3/4" E PNT 152

152A SNGL 3' - 0" 7' - 0" 1 3/4" - D3 HM E PNT 04 2" F1 HM 5 3/4" E PNT 152A
153 SNGL 3' - 0" 7' - 0" 1 3/4" - D1 HM - PNT 18 2" F1 HM 5 3/4" - PNT 153
154 PR 6' - 0" 7' - 0" 1 3/4" 20 MIN. D3 HM B PNT 11 2" F2 HM 5 3/4" - PNT 154

154A SNGL 3' - 0" 7' - 0" 1 3/4" D1 HM - PNT C 2" F1 HM 5 3/4" - PNT NEW DOOR IN EXISTING FRAME 154A
155 SINGL 5' - 0" 3' - 8" 1/2" 90 MIN. COILING DOOR 155
200 SNGL 3' - 0" 7' - 0" 1 3/4" - D4 ALUM A DB 28 2" ALUM 4 1/2" - DB DARK BRONZE 200

200A SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D1 HM - PNT 05 4" F1a HM 5 3/4" - PNT 200A
200B SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D1 HM - PNT 05 2" F1 HM 5 3/4" - PNT 200B
201 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM B PNT 17 2" F1 HM 7 5/8" - PNT 201
202 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 202
203 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 203
204 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 204
205 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 205
206 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D1 HM - PNT 21 2" F1 HM 5 3/4" - PNT 206
207 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D1 HM - PNT 27 2" F1 HM 5 3/4" - PNT 207
208 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 208
209 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 209
210 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 210
211 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D2 HM E PNT 08 2" F3 HM 5 3/4" E PNT 211
212 SNGL 3' - 0" 7' - 0" 1 3/4" - D1 HM - PNT 20 2" F1 HM 5 3/4" - PNT 212
213 SNGL 3' - 0" 7' - 0" 1 3/4" 20 MIN. D3 HM E PNT 12 2" F1 HM 5 3/4" E PNT 213
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