
Interior Nonstructural Walls & Partitions
Cantilever Elements (i.e. parapets, etc.)
Exterior Nonstructural Wall Elements
Veneer
Penthouses
Ceilings (i.e. suspended grid or hard-lid)
Cabinets (i.e. storage cabinets, equip, etc.)
Access Floors
Storage Racks
Appendages & Ornamentations
Signs & Billboards
Other:
Other:

NOT
REQUIRED

ON CONST.
DOCUMENTS

DEFERRED
SUBMITTAL COMMENTSITEM DESCRIPTION

Architectural Components:

MEP Components:

Fire Sprinklers
Mechanical Equipment (i.e. HVAC, fans, air
handlers, boilers, furnaces, tanks, chillers,
water heaters, heat exchangers, evaporators,
engines, turbines, pumps, compressors, MFR
equipment, etc.)
Electrical Equipment (i.e. generators,
batteries, inverters, transformers, MCC, panel
boards, switch gear, cabinets, etc.)
Elevator & Escalator Components
Communication Equipment, Computers,
Instrumentation, and Controls
Roof-mounted Chimneys, Stacks, Cooling
Electrical Towers
Lighting Fixtures
Vibration Isolated Components
Piping & Conduit Systems
Ductwork (including in-line components)
Conveyors
Cable Trays
Other:
Other:

X
X

X
X

X
X

X
X
X
X

X

No penthouses in the project

No access floors in the project
No storage racks in the project

X

NONSTRUCTURAL COMPONENT CHECKLIST

1. Deferred submittals for seismic restraint of nonstructural components must be submitted to the DFCM Building Official a minimum of two weeks prior to the planned
installation in order to allow for plan review and forwarding to inspectors.  In the event that the submittal is deficient additional time may become necessary.

2. If seismic restraints of non-structural components are installed prior to receiving DFCM approval they shall not be covered or concealed until receiving both plan review
and inspection approval. Further, installers are proceeding at their own risk until plan review and inspection approval occurs.

3. The requirements for seismic restraint of nonstructural components cannot be satisfied by a general reference to Design Manuals. Utilization these manuals as a basis
of design is acceptable, but submittals must provide all supporting documentation to ensure that the design conforms to the requirements of ASCE 7-10, Chapter 13.

4.Submittals must include details of the proposed seismic restraint of nonstructural components. These details must show specific information relating to the materials,
type, size, and locations of anchorages; materials used for bracing; attachment requirements of bracing to structure and component; and locations of transverse and
longitudinal sway bracing and rod stiffeners. Submittals may also require structural calculations, engineering reports, test data, and/or specifications to ensure code
compliance.

X
X

X
X

X
X
X

X

X

X

X
X

No conveyors in the project

U-AE531, U-AE532

U-AG501

Decorative Wall Railings ref A4/U-AE521
No parapets in the project

Stone Veneer

No appendages & ornamentations in the project

NA
NA

NA
NA

C6 & D6 /U-AE524

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940
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Sheet List

Sheet
Number Sheet Name

U-EL102A Second Floor - Area A Lighting Plan
U-EL102B Second Floor - Area B Lighting Plan
U-EL102C Second Floor - Area C Lighting Plan
U-EL103 Catwalk Lighting Plan
U-EP100 Basement Power Plan
U-EP101A First Floor - Area A Power Plan
U-EP101B First Floor - Area B Power Plan
U-EP101C First Floor - Area C Power Plan
U-EP102A Second Floor - Area A Power Plan
U-EP102B Second Floor - Area B Power Plan
U-EP102C Second Floor - Area C Power Plan
U-EP103 Catwalk Power Plan
U-EP104A Enlarged Concessions Power Plans
U-EY100 Basement Systems Plan
U-EY101A First Floor - Area A Systems Plan
U-EY101B First Floor - Area B Systems Plan
U-EY101C First Floor - Area C Systems Plan
U-EY102A Second Floor - Area A Systems Plan
U-EY102B Second Floor - Area B Systems Plan
U-EY102C Second Floor - Area C Systems Plan
U-EX501 Panelboard Schedules
U-EX502 Panelboard Schedules
U-EX503 Panelboard Schedules
U-EX504 Panelboard Schedules
U-EX505 Panelboard Schedules
U-EX506 Panelboard Schedules
U-EX507 Panelboard Schedules
U-EX401 One Line Diagram
U-EX601 Electrical Diagrams
U-EX602 Electrical Diagrams
U-EX603 Electrical Diagrams
U-EX604 Electrical Diagrams
U-EX605 Electrical Diagrams
U-EX606 Electrical Diagrams
____ THEATRE
ETL110 Theatrical Ltg. Shakespeare Theatre Functional Diagram
ETl111 Theatrical Lighting Shakespeare Theatre Functional Diagram
ETl120 Theatrical Lighting Shakespeare Theatre Circuit Section
ETl130 Theatrical Lighting Shakespeare Theatre Circuit Schedule
ETl131 Theatrical Lighting Shakespeare Theatre Outlet Device Details
ETl132 Theatrical Lighting Shakespeare Theatre Outlet Device Details
ETl140 Theatrical Lighting Shakespeare Theatre Control Devices
ETl150 Theatrical Lighting Shakespeare Theatre House Lighting Controls
ETl160 Theatrical Lighting Shakespeare Theatre Equipment Rack
ETl170 Theatrical Lighting Shakespeare Theatre Dimmers/RelaysELTs
ETl180 Theatrical Lighting Shakespeare Theatre Dimmer Schedule
ETl181 Theatrical Lighting Shakespeare Theatre Dimmer Schedule
ETl182 Theatrical Lighting Shakespeare Theatre Dimmer Schedule
ETl183 Theatrical Lighting Shakespeare Theatre Relay Schedule
ETL210 Theatrical Ltg. Studio Theatre Functional Diagram
ETl230 Theatrical Lighting Studio Theatre Outlet Device Schedule
ETl231 Theatrical Lighting Studio Theatre Outlet Device Details
ETl240 Theatrical Lighting Studio Theatre Control Devices
ETl250 Theatrical Lighting Studio Theatre House Lighting Controls
ETl260 Theatrical Lighting Studio Theatre Equipment Rack
ETl270 Theatrical Lighting Studio Theatre Dimmer Rack and ELTs
ETl280 Theatrical Lighting Studio Theatre Dimmer Schedule
TS101 First Level Seating Plan
TS102 Second Level Seating Plan
TS103 Seating Section
R-1 Studio Theatre Wire Rope Grid
R-2 Rehearsal Room Pipe Grid
ST-1 Stage Traps
ST-2 Stage Traps Details
_____ A/V
ET001 ELECTRICAL EQUIPMENT LIST & DETAIL
ET101 SITE A/V PLAN
ET102 BASEMENT A/V PLAN & RCP
ET103 FIRST FLOOR - AREA A - A/V PLAN
ET104 FIRST FLOOR - AREA A - A/V RCP
ET105 FIRST FLOOR - AREA B - A/V PLAN
ET106 FIRST FLOOR - AREA B - A/V RCP
ET107 FIRST FLOOR - AREA C - A/V PLAN
ET108 FIRST FLOOR - AREA C - A/V RCP
ET109 SECOND FLOOR - AREA A - A/V PLAN
ET110 SECOND FLOOR - AREA A - A/V RCP
ET111 SECOND FLOOR - AREA B - A/V PLAN
ET112 SECOND FLOOR - AREA B - A/V RCP
ET113 SECOND FLOOR - AREA C - A/V PLAN
ET114 SECOND FLOOR - AREA C - A/V RCP
TA301 A/V SECTIONS
TA601 AUDIO/VIDEO EQUIPMENT LIST
TA611 AUDIO RISER

Sheet List

Sheet
Number Sheet Name

U-AE532 Millwork Sections
U-AE533 Desk Plans, Elevations & Sections
U-AE534 Desk Plans, Elevations & Sections
U-AE541 Enlarged Details
U-AE601 Room Finish Schedule
U-AE602 Finish Schedule
U-AE603 Door / Frame Types & Schedule
U-AE604 Window Types
U-AE605 Window Types
U-AG501 Signage
U-IF101 First Floor Finish Floor Plan
U-IF102 Second Floor Finish Floor Plan
---- Structural
U-SE001 STRUCTURAL NOTES
U-SE002 STRUCTURAL NOTES
U-SE003 STRUCTURAL NOTES
U-SB100 OVERALL - FTG & FDTN PLAN
U-SB100A BSMT FTG & FDTN - AREA A
U-SB101A FTG & FDTN PLAN - AREA A
U-SB101B FTG & FDTN PLAN - AREA B
U-SB101C FTG & FDTN PLAN - AREA C
U-SB501 TYP FTG & FDTN DETAILS
U-SB502 TYP FTG & FDTN DETAILS
U-SB503 TYP FTG & FDTN DETAILS
U-SB601 STRUCTURAL SCHEDULES
U-SB602 STRUCTURAL SCHEDULES
U-SF101A STAGE LEVEL FLOOR FRAMING PLAN - AREA A
U-SF102A BALCONY STAGE FRAMING PLAN
U-SF103 OVERALL FLOOR FRAMING PLAN
U-SF103A FLOOR FRAMING PLAN - AREA A
U-SF103B FLOOR FRAMING PLAN - AREA B
U-SF103C FLOOR FRAMING PLAN - AREA C
U-SF104 OVERALL ROOF FRAMING PLAN
U-SF104A ROOF FRAMING PLAN - AREA A
U-SF104B ROOF FRAMING PLAN - AREA B
U-SF104C ROOF FRAMING PLAN - AREA C
U-SF105A CATWALK FRAMING PLAN - AREA A
U-SF106A PARTIAL FRAMING PLANS - AREA A
U-SF201 TRUSS FRAMING ELEVATIONS
U-SF202 TRUSS FRAMING ELEVATIONS
U-SF203 TRUSS FRAMING ELEVATIONS
U-SF211 CONCRETE SHEAR WALL ELEVATIONS
U-SF501 TYP CONC OVER STEEL FLOOR DECK DETAILS
U-SF502 FLOOR FRAMING DETAILS
U-SF503 FLOOR FRAMING DETAILS
U-SF504 FLOOR FRAMING DETAILS
U-SF506 TYPICAL CATWALK FRAMING DETAILS
U-SF507 TYPICAL CATWALK FRAMING DETAILS
U-SF511 ROOF FRAMING DETAILS
U-SF512 ROOF FRAMING DETAILS
U-SF513 ROOF FRAMING DETAILS
U-SF514 ROOF FRAMING DETAILS
U-SF515 ROOF FRAMING DETAILS
U-SF516 ROOF FRAMING DETAILS
U-SF601 STEEL FRAMING SCHEDULES
U-SF602 STRUCTURAL SCHEDULE
----- Mechanical
U-M100 Basement Mechanical Plan
U-M001 Symbols Legend & General Notes
U-M101A First Floor Mech Plan - Area A
U-M101B First Floor Mech Plan - Area B
U-M101C First Floor Mech Plan - Area C
U-MS101 Mechanical Site Plan
U-M102A Second Floor Mech Plan - Area A
U-M102B Second Floor Mech Plan - Area B
U-M102C Second Floor Mech Plan - Area C
U-MP100 Basement Piping Plan
U-MP101A First Floor Piping Plan - Area A
U-MP101B First Floor Piping Plan - Area B
U-MP101C First Floor Piping Plan - Area C
U-MP102A Second Floor Piping Plan - Area A
U-MP102B Second Floor Piping Plan - Area B
U-MP102C Second Floor Piping Plan - Area C
U-M401 Large Scale Mechanical Plans
U-M402 Large Scale Mechanical Plans
U-M501 Mechanical Details
U-M502 Mechanical Details
U-M503 Mechanical Details
U-M504 Mechanical Details
U-M601 Mechanical Schedules
U-M602 Mechanical Schedules
U-M701 Mechanical Schematics
U-P100 Basement Plumbing Plan
U-P101A First Floor Plumbing Plan - Area A
U-P101B First Floor Plumbing Plan - Area B
U-P101C First Floor Plumbing Plan - Area C
U-P102A Second Floor Plumbing Plan - Area A
U-P102B Second Floor Plumbing Plan - Area B
U-P102C Second Floor Plumbing Plan - Area C
U-P103 Roof Plumbing Plan
U-P401 Large Scale Plumbing Plans
U-P402 Large Scale Plumbing Plans
U-P501 Plumbing Details
U-P502 Plumbing Details
U-P601 Plumbing Schedules
------ Electrical
U-EG001 Symbols and Notes
U-EG002 Schedules
U-ES001 Electrical Site Plan
U-EL100 Basement Lighting Plan
U-EL101A First Floor - Area A Lighting Plan
U-EL101B First Floor - Area B Lighting Plan
U-EL101C First Floor - Area C Lighting Plan

Sheet List

Sheet
Number Sheet Name

U-GI102 Code Plan
U-GI103 Code Plan
U-GI104 Code Plan
U-GI105 Code Plan
_ Civil
C-01 Site Demolition Plan
C-02 Site/Utility Plan
C-03 Site Drainage Plan
C-04 College Avenue Construction Plan
C-05 Civil - Site Details
C-06 Cedar City Standard Details
C-07 Cedar City Standard Details
C-08 Existing Conditions Map
__ Landscape
U-LG101 Shakespeare Grading Plan
U-LM101 Shakespeare Material Plan
U-LM102 Shakespeare Paving Plan
U-LM401 Shakespeare Material Plan Enlargement
U-LM501 Shakespeare Material Details
U-LP101 Shakespeare Planting Plan
U-LP501 Shakespeare Planting Details
U-LI101 Shakespeare Irrigation Plan
U-LI501 Shakespeare Irrigation Details
U-LI502 Shakespeare Irrigation Details
___ Architectural
U-AS101A Site Plan
U-AS101B Site Plan
U-AS201 Site Wall Elevations
U-AS202 Site Wall Elevations
U-AS401 Enlarged Site Stair Plans
U-AS402 Enlarged Site Stair Plans
U-AS403 Enlarged Site Feature Plans and Elevations
U-AS501 Site Element Details
U-AE100 Basement Floor and Ceiling Plan
U-AE100d Basement Floor Dimension Plan
U-AE101 First Floor Plan - Overall
U-AE101A First Floor Plan - Area A
U-AE101Ad First Floor - Area A Dimension Plan
U-AE101B First Floor Plan - Area B
U-AE101Bd First Floor - Area B Dimension Plan
U-AE101C First Floor Plan - Area C
U-AE101Cd First Floor - Area C Dimension Plan
U-AE102 Second Floor Plan - Overall
U-AE102A Second Floor Plan - Area A
U-AE102Ad Second Floor - Area A Dimension Plan
U-AE102B Second Floor Plan - Area B
U-AE102Bd Second Floor - Area B Dimension Plan
U-AE102C Second Floor Plan - Area C
U-AE102Cd Second Floor - Area C Dimension Plan
U-AE103 Outdoor Theatre Catwalk Plan
U-AE111A First Floor Ceiling Plan - Area A
U-AE111B First Floor Ceiling Plan - Area B
U-AE111C First Floor Ceiling Plan - Area C
U-AE112A Second Floor Ceiling Plan - Area A
U-AE112B Second Floor Ceiling Plan - Area B
U-AE112C Second Floor Ceiling Plan - Area C
U-AE121 Roof Plan
U-AE201 Exterior Elevations
U-AE202 Exterior Elevations
U-AE203 Exterior Elevations
U-AE211 Interior Elevations
U-AE212 Interior Elevations
U-AE301 Building Sections
U-AE302 Building Sections
U-AE303 Building Sections
U-AE311 Wall Sections
U-AE312 Wall Sections
U-AE313 Wall Sections
U-AE314 Wall Sections
U-AE315 Wall Sections
U-AE316 Wall Sections
U-AE317 Wall Sections
U-AE318 Wall Sections
U-AE319 Wall Sections
U-AE320 Wall Sections
U-AE321 Wall Sections
U-AE322 Wall Sections
U-AE323 Wall Sections
U-AE324 Wall Sections
U-AE331 Stair Sections
U-AE332 Stair Sections
U-AE333 Stair Sections
U-AE334 Stair and Elevator Sections
U-AE335 Stair and Elevator Sections
U-AE401 Enlarged Plans & Elevations
U-AE402 Enlarged Plans & Elevations
U-AE403 Enlarged Plans & Elevations
U-AE404 Enlarged Plans & Elevations
U-AE411 Enlarged Stair and Elevator Plans
U-AE412 Enlarged Stair and Elevator Plans
U-AE413 Enlarged Ramp Plans
U-AE501 Wall Types
U-AE502 Wall Types
U-AE503 Wall Types
U-AE504 Rated Assemblies
U-AE511 Plan Details
U-AE512 Plan Details
U-AE521 Section Details
U-AE522 Section Details
U-AE523 Section Details
U-AE524 Section Details
U-AE525 Section Details
U-AE531 Millwork Sections

Sound Design International
533 West 2600 South Suite 110
Bountiful, Utah 84010
Contact:  Dave Drommond
T:  801.298.1113
E:  ddrommond@sounddesignint.com

av / acoustics

Rendering shown is representational only, and is not to be used as a basis for construction

Addendum 03 2014, June 10

LIST OF DEFERRED SUBMITTALS

Submittal Approximate Date of Submittal

Fire Sprinkler May 2015
Mechanical Equipment May 2015
Electrical Equipment June 2015
Elevator Components November 2015
Lighting Fixtures May 2015
Piping & Conduit Systems May 2015
Ductwork May 2015
Cable Trays June 2015
Steel Custom Truss Connections October 2014
Light Guage Steel Stud Framing December 2014
Stairs November 2014
Rammed Aggregate Piers (geopiers) August 2014
Ceilings July 2015

NOTE: Work related to the deferred submittals is not to commence until the building official has approved
the submittal. Dates listed are approximate, and are for reference for the code official. General
Contractor is wholly responsible for and in contol of project schedule, including sequencing of work and
deferred submittals within the context of the requirements set forth by the contract documents.

CERTIFICATE OF OCCUPANCY CHECKLIST

The following documents are required before a certificate of occupancy is issued.
· A code inspection report recommending that a certificate of occupancy be issued.
· Final report from the special inspection agency.
· Certificate of fire clearance from the State Fire Marshall.
· Final approval from the State Elevator inspector, if applicable.
· Final approval from the State boiler inspector, if applicable.
· Report of the disinfection of the potable water system.  IPC 610
· A Certificate of Compliance from the approved fabricator, if applicable. IBC 1704.2.2
· A stamped and signed final report from the structural engineer when structural observation is required by IBC 1710.
· An NFRC Certificate for fenestration without the NFRC label.
· Final report from the special inspector and the mechanical engineer when smoke control is required.  The reports must comply with IBC 909.18.8.3.



North: ______  South: ______  East: ______  West: ______

   Special Use and Occupancy (e.g. High Rise, Covered Mall):   __________________

d)    Unlimited Area Building:    Yes  ______   No  ______   Code Section:  ______

a

a
3)    Three Story:   A  (3)______
2)    Two Story:   A  (2)______
1)    One Story:   ______

c)    Total Allowable Area for:

1_<
Allowable Area

Actual Area

b)    Sum of the Ratio Calculations for Mixed Occupancies:

a) aA  =

Code Accessibility Chapters, the more restrictive requirement shall govern.
through     - ADA Guidelines and specific reference to the International Building

1)    In case of conflict with the U.S. Department of Justice Federal Registers Parts

FOOTNOTES:

M.      Minimum Number of Required Plumbing Facilities:

Element Hours Assembly
ListingListing

Element AssemblyHours

Smoke Partitions
Fire Partitions

Exterior Bearing Walls
Interior Bearing Walls
Exterior Non-Bearing Walls
Structural Frame
Partitions - Permanent
Fire Barriers

Floors - Ceiling Floors
Roofs - Ceiling Roofs
Exterior Doors and Windows
Shaft Enclosures
Fire Walls

BAHTBABABA

Design Wind Speed:  ______ mphB.      Seismic Design Category: ______

L.      Design Occupant Load: _______________________________________

K.       Fire Resistance Rating Requirements for Building Elements (hours).

Area Modifications:J:

 ____________________________________________Tabular Area:I:

 per Floor (square feet): ______________________________________Actual AreaH:

Number of Stories:   ______   Building Height: ______G:

Required: ______     Provided: ______

Sprinklers:F:

Mixed Occupancies:   ______         Nonseparated Uses:   ______E.

          separation distance (in hours):
 Requirements for the Exterior Walls based on the fireFire Resistance RatingD.

C.      Type of Construction  (circle one):

   Change in Use: Yes ______ No ______  Mixed Occupancy: Yes ______  No ______

Guildelines
ADA Accessibility
Building Conservation
Uniform Code for
National Electrical Code

Conservation Code
International Energy
International Fire Code
International Plumbing Code

International Mechanical Code
International Building Code

YearYear
APPLICABLE CODES

A.      Occupancy and Group:  ________    ________    ________    ________     ________

CODE ANALYSIS

International Fuel Gas Code

        Type of Sprinkler System (IBC 903.3.1)__________________

{At A t+ +Ifx A t Isx

{

0.25I  =f F P 30W

  (table 503):

/ /

NFPA 13

9,500 for Group A-3  8,500 for Group A-1 19,000 for Group B

X

2
0
0
0
0
1 or 2 HR

0
0
0

0
0

2,114

0

Yes

2012

2010

2012

2012
2012

2009

2011

2012 N/A

507

D 120

Total Gross (square feet):  81,275 SQ. FT.

X

X X

2 56'

Group A-3

                                       ______________________________________
Level 1 (Group A-3) -6,688

                                       ______________________________________
Level 1 (Group B) -22,859

(B) 57,000   (A-3) 18,000
(A-1) 29,410

ICC/ANSI 117.1 2009

No

?

Aa =19,000 + [19,000 x 0] + [19,000 x 2]} = 57,000
If = NA (0)

1 HR

Group A-1

???

Level 1 (Group A-1) -21,195
Level 2 (Group A-1) -17,456

B

Aa =8,500 + [8,500 x .46] + [8,500 x 2]} =29,410
If = [522/736-0.25]30/30

If = .46

A-1

Basement (Group A-1) -6,432

Group B

Level 2 (Group B) -6,645
Group B Total: 29,504 SQ FT.
Group A-1 Total: 45,083
Group A-3 Total: 6,688 SQ FT.

Aa =6,000 + [19,000 x 0] + [6,000 x 2]} = 18,000
If = NA (0)A-3

NOTE: WHERE PROVIDED PLUMBING FACILITIES WITHIN AN OCCUPANCY GROUP  IS LESS THAN THE REQUIRED NUMBER; ACCESS TO
ADDITIONAL PLUMBING FACILITIES IS PROVIDED BY ALLOWING ACCESS TO  PLUMBING FACILITIES WITHIN OTHER OCCUPANCY
GROUPS.
COUNTS ABOVE ARE FOR BASE BID ONLY, ADDITIONAL PLUMBING FACILITIES CAN BE PROVIDED AS PART OF ADD ALTERNATE 1

1122m(0) f(0)m(0) f(0)m(2) f(3)m(4) f(4)m(2) f(0)m(0) f(0)m(2) f(5)m(6) f(6)

00 11m(0) f(0)m(0) f(0)m(0) f(0)m(1) f(1)m(0) f(0)m(0) f(0)m(0) f(0)m(2) f(3)

2143m(3) f(3)m(0) f(0)m(15) f(13)m(3) f(3)m(7) f(0)m(0) f(0)m(17)f(23)m(5) f(9)

B

A-3

A-1

OCCUPANCY
GROUP PRVDRQD

SERVICE
SINKS

PRVDRQD

DRINKING
FOUNTAINS

PRVDRQD

TUB/SHOWER

PRVDRQD

LAVATORIES

PRVDRQD

URINALS

546

365

1,203

PRVDRQD

WATER
CLOSETSNUMBER OF

OCCUPANTS

U901

U419

U419, U415, U901

EXIT WIDTH

RQD PRVD

BASEMENT

EXIT

1

FLOOR/
NO.

EXIT WIDTH

RQD PRVD
EXIT FLOOR
NO.

EXIT WIDTH

RQD PRVD
EXIT FLOOR
NO.

32" 42"

BASEMENT2 32" 42"

1ST FLOOR3 32" 48"

LOCATION

1ST FLOOR4 38" 48"

1ST FLOOR5 32" 72"

1ST FLOOR6 32" 42"

1ST FLOOR7 32" 36"

1ST FLOOR8 61" 96"

1ST FLOOR9 32" 36"

1ST FLOOR10 32" 36"

1ST FLOOR11 55" 96"

1ST FLOOR12 32" 96"

1ST FLOOR13 32" 96"

2ND FLOOR14 32" 42"

2ND FLOOR15 32" 42"

2ND FLOOR16 32" 36"

2ND FLOOR17 52" 60"

2ND FLOOR18 32" 36"

TOTALS 2,114 m(13) f(18) m(19) f(28) m(0) f(0) m(9) f(0) m(8) f(8) m(17) f(16) m(0) f(0) m(3) f(3) 6 6 3 3

SEATS: 200

21 21 21 21 21 21 21 21

21 21 21

21 21 21 21 21 21 21 21 21 21 21

21 21 21 21 21 21 21

21 21 21 21 21 21 21 21 21 21 21 21 21 21 21

21 21 21 21 21 21 21 21 21

21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21

21

21

21

21

21

21

21

21

21

21

21

21

21

21

21

21
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21
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21

21

2121212121212121

2121

2121212121212121212121

21212121212121

2121212121212121212121212121
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EXIT NO. 11
CLEAR EGRESS

WIDTH:
DOOR = 96"

maximum travel distance =240'
occupant load this exit = 363
55" min. required clear egress width

EXIT NO. 13
CLEAR EGRESS

WIDTH:
DOOR = 96"

maximum travel distance =163'-4"
occupant load this exit = 184
32" min. required clear egress width

EXIT NO. 12
CLEAR EGRESS

WIDTH: = 96"
maximum travel distance =132'-4"
occupant load this exit = 141
32" min. required clear egress width

EXIT NO. 5
CLEAR EGRESS

WIDTH:
DOOR = 72"

maximum travel distance =134'
occupant load this exit = 207
32" min. required clear egress width

EXIT NO. 7
CLEAR EGRESS

WIDTH:
DOOR = 36"

maximum travel distance =130'
occupant load this exit = 47
32" min. required clear egress width

EXIT NO. 6
CLEAR EGRESS

WIDTH:
DOOR = 42"

maximum travel distance =160'
occupant load this exit = 192
32" min. required clear egress width

EXIT NO. 10
CLEAR EGRESS

WIDTH:
DOOR = 36"

maximum travel distance =204'
occupant load this exit =99
32" min. required clear egress width

EXIT NO. 9
CLEAR EGRESS

WIDTH:
DOOR = 36"

maximum travel distance =120'
occupant load this exit = 32
32" min. required clear egress width

EXIT NO. 4
CLEAR EGRESS

WIDTH:
DOOR = 48"

maximum travel distance =159'
occupant load this exit = 254
38" min. required clear egress width

EXIT NO. 3
CLEAR EGRESS

WIDTH:
DOOR = 48"

maximum travel distance =112'
occupant load this exit = 184
32" min. required clear egress width

544 SEATS

EXIT NO. 8
CLEAR EGRESS

WIDTH:
DOOR = 96"

maximum travel distance =246'
occupant load this exit = 401
61" min. required clear egress width

84'
 - 1

0 1
/2"

29' - 7 1/2"

62'
 - 3

 1/4
"

49' - 1 5/8"

364.7 occupants at
Studio Theatre

4.8 occupants at
Actor Queuing

.8 occupants at
Concessions

.2 occupants at
Storage

3.8 occupants at
Dressing Room

3.8 occupants at
Dressing Room

3.8 occupants at
Dressing Room

.3 occupants at Jan

15.2 occupants at
Green Room

1.4 occupants at
Office

1.5 occupants at
Office

1.4 occupants at
Office

4 occupants at
Tickets

4.9 total occupants
at Office Grouping

3.1 occupants at
Open Office

7.3 occupants at
Open Office

3.6 occupants at
Seating Area

3.1 occupants at
Open Office

3.1 occupants at
Open Office

12.8 total occupants
at Office Grouping

1.2 occupants at
Office

1.2 occupants at
Office

2.4 occupants at
Office

15.1 occupants at
Small Conference Room

1.2 occupants
at  Storage

.2 occupants
at  Comm

.8 occupants
at  Sat Elec

316 occupants at
Rehearsal Room

28.9 occupants at
Break Area

.6 occupants at
Kitchen

42 total occupants
at South Office/
Open Work Area

15.7 total occupants at
north east Office Area

6.2 total occupants at
north west Office Area

8.1 occupants at
Actor Queuing

1 occupant at
Props Workroom

3.4 occupants at
Stage Storage

97.6 occupants
at Stage

4.4 occupants at
Concessions

2.3 occupants at
Reception

Group B

Group A-1

TOTAL OCCUPANT LOAD - FIRST FLOOR;
(A-1 OCCUPANCY) 673 OCCUPANTS

TOTAL OCCUPANT LOAD - FIRST FLOOR;
(B OCCUPANCY) 498 OCCUPANTS

Group A-3

TOTAL OCCUPANT LOAD - FIRST FLOOR;
(A-3 OCCUPANCY) 365 OCCUPANTS

EXIT NO. 1
CLEAR EGRESS

WIDTH: = 42"
maximum travel distance =137'-4"
occupant load this exit = 12
32" min. required clear egress width

EXIT NO. 2
CLEAR EGRESS

WIDTH: = 42"
maximum travel distance =70'
occupant load this exit = 12
32" min. required clear egress
width

TOTAL OCCUPANT LOAD - BASEMENT;
(A-1 OCCUPANCY) 24 OCCUPANTS

2.3 occupants at
Concessions Storage

2.2 occupants
at Mech

2.4 occupants
at Mech

2.3 occupants
at Trap Area

.3 occupants at
Comm

1.2 occupants at
Office

1 occupants at
Main Elec

10.1 occupants at
Costume Storage

2.3 occupants at
Storage/ Effects

THICK DOTTED LINE INDICATES
"COMMON PATH OF EGRESS TRAVEL:
FROM THE MECHANICAL ROOM AREA.
MAXIMIUM DISTANCE = 75' - 0"
ACTUAL DISTANCE = 73' - 6"
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28 May 2014

12218730

Bid Documents

 1/16" = 1'-0" A5First Floor Exit Plan
 1" = 50'-0" A6First Floor Plan - Occupancy Group

 1/16" = 1'-0" D2Basement Exit Plan

Addendum 03 2014, June 10
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EXIT NO. 18
CLEAR EGRESS

WIDTH: = 36"
maximum travel distance =125'
occupant load this exit = 178
32" min. required clear egress width

EXIT NO. 17
CLEAR EGRESS

WIDTH: = 60"
maximum travel distance =172'
occupant load this exit = 257
52" min. required clear egress width

EXIT NO. 15
CLEAR EGRESS

WIDTH: = 42"
maximum travel distance =61'
occupant load this exit = 32
32" min. required clear egress width

EXIT NO. 14
CLEAR EGRESS

WIDTH: = 42"

maximum travel distance =50'
occupant load this exit = 12
32" min. required clear egress width

334 SEATS

2.6 occupants at
Control Room

1.5 occupants at
Recording Booth

1.3 occupants at
Recording Workstation

.3 occupants at  Elec

.2 occupants at
Satellite Comm

5.8 occupants at
Mechanical Room

7.4 total occupants
at Office Area

.3 occupants at
Storage

.4 occupants at
Kitchen

24.5 occupants at
Founders Room

1.5 occupants
at Lobby Desk

2.5 occupants at
Mech Mezzanine

35.6 occupants at
Staff Terrace

57.3 occupants at
Patrons Terrace

3.2 occupants at
Concessions

1.7 occupants at
Hair & Makeup

.6 occupants at
Light Storage

5.5 occupants at
Dressing Room

5.5 occupants at
Dressing Room

5.5 occupants at
Dressing Room

5.5 occupants at
Dressing Room

3 occupants at
Dressing Room

3 occupants at
Dressing Room

3.2 occupants at
Scenery Storage

38 occupants at
Balcony Stage

3.1 occupants at
Control Booth

.2 occupants at
Jan

.4 occupants at
Dimmer Room

EXIT NO. 16
CLEAR EGRESS

WIDTH: = 36"
maximum travel distance =25'
occupant load this exit = 5
32" min. required clear egress width

Group A-1

Group B

Group B

TOTAL OCCUPANT LOAD - SECOND FLOOR;
(B OCCUPANCY) 48 OCCUPANTS

TOTAL OCCUPANT LOAD - SECOND FLOOR;
(A-1 OCCUPANCY) 506 OCCUPANTS

2' - 9" 2' - 9" MOVABLE COMPANION SEAT SHALL BE EQUIVALENT IN SIZE, QUALITY,
COMFORT AND AMENITIES TO THE SEATS IN IMMEDIATE AREA.  SEATS
TO BE POLYMER PLASTIC WITH ARMREST EQUIVALENT TO FIXED
SEATING THROUGHOUT THE THEATRE.
COMPANION SEAT SHALL BE LOCATED TO PROVIDE SHOULDER
ALIGNMENT WITH THE WHEELCHAIR OCCUPANT

3' 
- 0

" 4' 
- 0

"

FLOOR SURFACE FOR COMPANION SEAT SHALL BE AT THE SAME
ELEVATION AS THE WHEELCHAIR SPACE FLOOR SURFACE

FRONT EDGE OF WHEELCHAIR TO BE ALIGNED SO THAT
EGRESS FROM AISLE IS NOT IMPEDED
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Bid Documents

 1/16" = 1'-0" A5Second Floor Exit Plan
 1" = 50'-0" A6Second Floor Plan - Occupancy Group

Addendum 03 2014, June 10
Addendum 06 2014, June 25
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SEATS: 200

CT

C/B

C
.O
.P
.

F
R
O
N
T

TRASH

TRASH

TRASH

TRASH

TRASH

TRASH

TR
AS

H

3.1%

4.2%

2.4%

2.3%

2.4%

+27.0

+30.0
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 3/64" = 1'-0" A1Basement Rated Walls Plan

DASHED LINE INDICATES 1-HR FIRE RATING REQUIREMENT

SOLID LINE INDICATES 2-HR FIRE RATING REQUIREMENT

HATCHED AREA INDICATES FIRE RATED ENCLOSURE

*NOTE: WALL TYPES MEET OR EXCEED FIRE RATING REQUIREMENTS
REFERENCE WALL TYPE SHEETS FOR EXACT WALL CONSTRUCTION*

HATCHED AREA INDICATES FIRE RATED PASSAGE WAY
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SITE DRAINAGE PLAN
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COLLEGE AVENUE
CONSTRUCTION PLAN

��������	��

�������������
����������������
��

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

blalock
PAR

TN
ER

S

54321

D

C

B

A

54321

E

6

6

B
ev

er
le

y 
Ta

yl
or

 S
or

en
so

n
C

en
te

r f
or

 th
e 

A
rt

s
U

ta
h 

Sh
ak

es
pe

ar
e 

Fe
st

iv
al

 F
ac

ili
ty

&
 S

ou
th

er
n 

U
ta

h 
M

us
eu

m
 o

f A
rt

So
ut

he
rn

 U
ta

h 
U

ni
ve

rs
ity

Ce
da

r C
ity

, U
ta

h

date:

DFCM project no:

Revisions

2014, June 17  Addendum 04

BID DOCUMENTS

28 MAY 2014  

12218730

2014, June 20  Addendum 05



C-05

CIVIL - SITE DETAILS
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CEDAR CITY 
STANDARD DETAILS
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CEDAR CITY 
STANDARD DETAILS

��������	��

�������������
����������������
��

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

blalock
PAR

TN
ER

S

54321

D

C

B

A

54321

E

6

6

B
ev

er
le

y 
Ta

yl
or

 S
or

en
so

n
C

en
te

r f
or

 th
e 

A
rt

s
U

ta
h 

Sh
ak

es
pe

ar
e 

Fe
st

iv
al

 F
ac

ili
ty

&
 S

ou
th

er
n 

U
ta

h 
M

us
eu

m
 o

f A
rt

So
ut

he
rn

 U
ta

h 
U

ni
ve

rs
ity

Ce
da

r C
ity

, U
ta

h

date:

DFCM project no:

Revisions

2014, June 17  Addendum 04

BID DOCUMENTS

28 MAY 2014  

12218730

2014, June 20  Addendum 05

NO. * ITEM DESCRIPTION * ITEMNO. DESCRIPTION

LEGEND LEGEND
*NO. ITEM DESCRIPTION *NO. ITEM DESCRIPTION



HOUSE
HOUSE

C-08

EXISTING CONDITIONS MAP



COLLEGE AVENUE

CENTER STREET

30
0 

W
ES

T 
ST

R
EE

T

10
0 

W
ES

T 
ST

R
EE

T

COLLEGE AVENUE

CENTER STREET

SUMA BUILDING

EXISTING RANDALL
JONES THEATRE

SHAKESPEARE THEATRE

0.7%

4.7%

2.4%

2.4%

+29.0

+31.5

+34.0

5830

+33.32
1.1%

+35.79

1.8%

+43.0

+43.00

+42.0

41.0 +

(+39.1)

FFE: +43.0

1.5%

+37.0

+41.0

+33.5

3.5%

+ HP 46.1

+ HP 45.25

+ HP 44.5

+ HP 41.1

FFE:+43.00

FFE:+43.00

1.2%

+45.16

+45.2

3.6%
+44.0

+41.0

+44.50+44.18
+43.00

+43.00

+44.45

3.5%

4.0%

+28.5

+48.2'

(+37.75)

FFE 36.33

FFE: +36.33

+37.75

FFE 36.33
(36.33+)

+40.7 TC+40.22 TC
3.9%

4.6%

(+36.33)
+35.55

+35.55

+36.45+35.50

+37.0

3.2%

4.7%

1.0%
+35.3

+43.00
+43.00

+37.04

1%

+38.54 TS

1%

+40.30 TS

2.6%

2.8%

2.8%

+42.9

+37.32 1.5%

+37.45

38.61+

FFE 38.04

4.0%

+38.25

+40.0

3.6%

+42.38

+42.74 BC +42.92

+42.20

2% MAX.

+42.50 BC

2.4%
1.5%

+38

+37

   +
LP 35.9

1.0%

2% MAX.

36.33+

+43.00

FFE: +43.0

FFE: +43.0

(+36.33)

38.04+
37.84+

37.84+

+40.42

+33.84

+33.26

+33.84

+33.64

+34.7

+34.7

+38.80 BS

1.6%+40.51

2.3%

37.98+

1.5%

4.5%

+38.0

+33.66

+TG 42.73 TG 42.73+

TG 42.73+

1.5%
1.5%

43.0+

43.0+

42.79++42.79

+42.79

35.61 +

35.61 +

+36.0

5835

+34.0

+37.0

+38.0

4.5%

+40.0

+40.0
+42.0

+44.0

+TG 42.79
TG 42.79+

2.0%

+36.8 TS

+34.7 37.44+

4.4%

3.8%

1.2%

38.04+

38.04+
2.2%

1.5%

7.2%

43.0
    +

+43.0

+41.32
+41.22

+39.54
+39.44

+37.75

8%

8%

8%

3.0%

1.6% +41.92

+37.75

14.3%

42.2+

+41.52

+LP 37.50
+38.0

+37.80 38.02+

38.32+

1.5%

+38.32

1%

1%+LP 37.70

+43.0 +43.0 +43.0

+41
+40

+39
+38
+37

+42.8LP 40.50
+ +41.0

1%

+LP 31.40

+35.0

+34.0

+32.11

+31.6632.62+

33 +

4.7%
1.5%

1.5%

.03%
.03%

1.7%

0%

0%

+37.55

.03%

45.3+

37.75   +

+ HP 45.2

 +
LP 35.5

+44.66

1%

38.25   +

+41.05

+41.05

43.05+

+35.50

+40.80

1.6%

+ LP 38.87

 39.72 BC

+39.0

1.5%

+40.0

+41.0

+42.0

+40.25

38.32+

+38.31

1.0%

38.41+

1.5%

+37.15

1.5%

1.0%

5835

5840

5845

58
40

5845

5840

5840

5845

5845

+40.10+39.3

+
45.64 TC
+

45.14 BC
45.38 BC
45.88 TC++

+++

44.50 BC
45.00 TC

44.36 BC
44.85 TC

40.66 BC
41.16 TC

40.46 BC
40.95 TC

+
+ +

+
+

+

+

+

+ ++ +

+

+

+
39.50 BC
40.00 TC

TC 40.0
BC 39.5

+
TC 41.0
BC 40.5+

TC 43.0
BC 42.5

+
TC 44.0
BC 43.5

+
TC 45.0
BC 44.5

+
TC 45.34
BC 44.84

+ TC 45.35

TC 45.68
BC 45.18

+TC 45.60
+ 45.40 +45.65

(+37.2)

39.1+

+ HP 44.5

32.6+

58
35

39.0+

+32.0

1.5%

+36.72
3%

+36.7

+30.72
+30.64 +30.70

36.8

+30.72 +30.72 +30.72

32.64

3.5%0.2%

< 2%
3.8%

+35.0

+36.0

3.0%

+32.50

+32.50+

+

+

+

+

+

++

+31.09

3.0%

+

+

36.68+36.74
+

36.80
+

36.87
+

36.93
+

37.0
++ + + + + +

37.04
37.07+

36.97 37.91 36.84 36.78
HP HP HP HP HP

LP LPLPLPLPLP

+

+

HP

LP

+38.0

+36.34
36.52

1.5%

+

+

+

3.0%

+

+

+

+

+
+

+ +

+

38.26

38.26

38.41

+
HP 41.56

2.5%

+

+

+ TC 31.13+ TC 29.76

4754.6

4754.6

1.5%

5840
+38.0

TC/BC

(4754.6)

TG 4754.6

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

blalock
PARTN

ERS

54321

D

C

B

A

54321

E

6

6

B
ev

er
le

y 
Ta

yl
or

 S
or

en
so

n
Ce

nt
er

 fo
r t

he
 A

rt
s

Ut
ah

 S
ha

ke
sp

ea
re

 F
es

tiv
al

 F
ac

ili
ty

So
ut

he
rn

 U
ta

h 
Un

iv
er

si
ty

Ce
da

r C
ity

, U
ta

h

date:

DFCM project no:

Revisions

2014, June 10Addendum 03

MICHAEL
WONENBERG

NO.
7456909-5301

05.28.2014

28 May 2014

12218730

Bid Documents

S  I  T  E     A  N  D     L  A  N  D  S  C  A  P  E     A  R  C  H  I  T  E  C  T  S

2014, June 17Addendum 04
2014, June 20Addendum 05
2014, June 25Addendum 06

SHAKESPEARE
GRADING PLAN



COLLEGE AVENUE

CENTER STREET

30
0 

W
ES

T 
ST

R
EE

T

10
0 

W
ES

T 
ST

R
EE

T

COLLEGE AVENUE

CENTER STREET

SUMA BUILDING

EXISTING RANDALL
JONES THEATRE

SHAKESPEARE THEATRE

SHAKESPEARE
MATERIAL PLAN

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

blalock
PARTN

ERS

54321

D

C

B

A

54321

E

6

6

B
ev

er
le

y 
Ta

yl
or

 S
or

en
so

n
Ce

nt
er

 fo
r t

he
 A

rt
s

Ut
ah

 S
ha

ke
sp

ea
re

 F
es

tiv
al

 F
ac

ili
ty

So
ut

he
rn

 U
ta

h 
Un

iv
er

si
ty

Ce
da

r C
ity

, U
ta

h

date:

DFCM project no:

Revisions

2014, June 10Addendum 03

MICHAEL
WONENBERG

NO.
7456909-5301

05.28.2014

28 May 2014

12218730

Bid Documents

S  I  T  E     A  N  D     L  A  N  D  S  C  A  P  E     A  R  C  H  I  T  E  C  T  S

2014, June 17Addendum 04
2014, June 20Addendum 05
2014, June 25Addendum 06



COLLEGE AVENUE

CENTER STREET

30
0 

W
ES

T 
ST

R
EE

T

10
0 

W
ES

T 
ST

R
EE

T

COLLEGE AVENUE

CENTER STREET

SUMA BUILDING

EXISTING RANDALL
JONES THEATRE

SHAKESPEARE THEATRE

SHAKESPEARE
PAVING PLAN

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

blalock
PARTN

ERS

54321

D

C

B

A

54321

E

6

6

B
ev

er
le

y 
Ta

yl
or

 S
or

en
so

n
Ce

nt
er

 fo
r t

he
 A

rt
s

Ut
ah

 S
ha

ke
sp

ea
re

 F
es

tiv
al

 F
ac

ili
ty

So
ut

he
rn

 U
ta

h 
Un

iv
er

si
ty

Ce
da

r C
ity

, U
ta

h

date:

DFCM project no:

Revisions

2014, June 10Addendum 03

MICHAEL
WONENBERG

NO.
7456909-5301

05.28.2014

28 May 2014

12218730

Bid Documents

S  I  T  E     A  N  D     L  A  N  D  S  C  A  P  E     A  R  C  H  I  T  E  C  T  S

2014, June 17Addendum 04
2014, June 20Addendum 05
2014, June 25Addendum 06



SHAKESPEARE
MATERIAL PLAN
ENLARGEMENT

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

blalock
PARTN

ERS

54321

D

C

B

A

54321

E

6

6

B
ev

er
le

y 
Ta

yl
or

 S
or

en
so

n
Ce

nt
er

 fo
r t

he
 A

rt
s

Ut
ah

 S
ha

ke
sp

ea
re

 F
es

tiv
al

 F
ac

ili
ty

So
ut

he
rn

 U
ta

h 
Un

iv
er

si
ty

Ce
da

r C
ity

, U
ta

h

date:

DFCM project no:

Revisions

2014, June 10Addendum 03

MICHAEL
WONENBERG

NO.
7456909-5301

05.28.2014

28 May 2014

12218730

Bid Documents

S  I  T  E     A  N  D     L  A  N  D  S  C  A  P  E     A  R  C  H  I  T  E  C  T  S

2014, June 17Addendum 04
2014, June 20Addendum 05
2014, June 25Addendum 06

SEMINAR GROVE ENLARGEMENT
A

* ADD ALTERNATE 2: BENCHES
AT SEMINAR GROVE



SHAKESPEARE
MATERIAL DETAILS

SHAKESPEARE
MATERIAL
DETAILS

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

blalock
PARTN

ERS

54321

D

C

B

A

54321

E

6

6

B
ev

er
le

y 
Ta

yl
or

 S
or

en
so

n
Ce

nt
er

 fo
r t

he
 A

rt
s

Ut
ah

 S
ha

ke
sp

ea
re

 F
es

tiv
al

 F
ac

ili
ty

So
ut

he
rn

 U
ta

h 
Un

iv
er

si
ty

Ce
da

r C
ity

, U
ta

h

date:

DFCM project no:

Revisions

2014, June 10Addendum 03

MICHAEL
WONENBERG

NO.
7456909-5301

05.28.2014

28 May 2014

12218730

Bid Documents

S  I  T  E     A  N  D     L  A  N  D  S  C  A  P  E     A  R  C  H  I  T  E  C  T  S

2014, June 17Addendum 04
2014, June 20Addendum 05
2014, June 25Addendum 06



COLLEGE AVENUE

CENTER STREET

30
0 

W
ES

T 
ST

R
EE

T

10
0 

W
ES

T 
ST

R
EE

T

COLLEGE AVENUE

CENTER STREET

SUMA BUILDING

EXISTING RANDALL
JONES THEATRE

SHAKESPEARE THEATRE

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

blalock
PARTN

ERS

54321

D

C

B

A

54321

E

6

6

B
ev

er
le

y 
Ta

yl
or

 S
or

en
so

n
Ce

nt
er

 fo
r t

he
 A

rt
s

Ut
ah

 S
ha

ke
sp

ea
re

 F
es

tiv
al

 F
ac

ili
ty

So
ut

he
rn

 U
ta

h 
Un

iv
er

si
ty

Ce
da

r C
ity

, U
ta

h

date:

DFCM project no:

Revisions

2014, June 10Addendum 03

MICHAEL
WONENBERG

NO.
7456909-5301

05.28.2014

28 May 2014

12218730

Bid Documents

S  I  T  E     A  N  D     L  A  N  D  S  C  A  P  E     A  R  C  H  I  T  E  C  T  S

2014, June 17Addendum 04
2014, June 20Addendum 05
2014, June 25Addendum 06

SHAKESPEARE
PLANTING PLAN



DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

blalock
PARTN

ERS

54321

D

C

B

A

54321

E

6

6

B
ev

er
le

y 
Ta

yl
or

 S
or

en
so

n
Ce

nt
er

 fo
r t

he
 A

rt
s

Ut
ah

 S
ha

ke
sp

ea
re

 F
es

tiv
al

 F
ac

ili
ty

So
ut

he
rn

 U
ta

h 
Un

iv
er

si
ty

Ce
da

r C
ity

, U
ta

h

date:

DFCM project no:

Revisions

2014, June 10Addendum 03

MICHAEL
WONENBERG

NO.
7456909-5301

05.28.2014

28 May 2014

12218730

Bid Documents

S  I  T  E     A  N  D     L  A  N  D  S  C  A  P  E     A  R  C  H  I  T  E  C  T  S

2014, June 17Addendum 04
2014, June 20Addendum 05
2014, June 25Addendum 06

SHAKESPEARE
PLANTING
DETALS



COLLEGE AVENUE

CENTER STREET

30
0 

W
ES

T 
ST

R
EE

T

10
0 

W
ES

T 
ST

R
EE

T

COLLEGE AVENUE

CENTER STREET

SUMA BUILDING

EXISTING RANDALL
JONES THEATRE

SHAKESPEARE THEATRE

C

C

#"
##

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

blalock
PARTN

ERS

54321

D

C

B

A

54321

E

6

6

B
ev

er
le

y 
Ta

yl
or

 S
or

en
so

n
Ce

nt
er

 fo
r t

he
 A

rt
s

Ut
ah

 S
ha

ke
sp

ea
re

 F
es

tiv
al

 F
ac

ili
ty

So
ut

he
rn

 U
ta

h 
Un

iv
er

si
ty

Ce
da

r C
ity

, U
ta

h

date:

DFCM project no:

Revisions

2014, June 10Addendum 03

MICHAEL
WONENBERG

NO.
7456909-5301

05.28.2014

28 May 2014

12218730

Bid Documents

S  I  T  E     A  N  D     L  A  N  D  S  C  A  P  E     A  R  C  H  I  T  E  C  T  S

2014, June 17Addendum 04
2014, June 20Addendum 05
2014, June 25Addendum 06

SHAKESPEARE
IRRIGATION
PLAN



DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

blalock
PARTN

ERS

54321

D

C

B

A

54321

E

6

6

B
ev

er
le

y 
Ta

yl
or

 S
or

en
so

n
Ce

nt
er

 fo
r t

he
 A

rt
s

Ut
ah

 S
ha

ke
sp

ea
re

 F
es

tiv
al

 F
ac

ili
ty

So
ut

he
rn

 U
ta

h 
Un

iv
er

si
ty

Ce
da

r C
ity

, U
ta

h

date:

DFCM project no:

Revisions

2014, June 10Addendum 03

MICHAEL
WONENBERG

NO.
7456909-5301

05.28.2014

28 May 2014

12218730

Bid Documents

S  I  T  E     A  N  D     L  A  N  D  S  C  A  P  E     A  R  C  H  I  T  E  C  T  S

2014, June 17Addendum 04
2014, June 20Addendum 05
2014, June 25Addendum 06

SHAKESPEARE
IRRIGATION
DETAILS



SHAKESPEARE
IRRIGATION
DETAILS

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

blalock
PARTN

ERS

54321

D

C

B

A

54321

E

6

6

B
ev

er
le

y 
Ta

yl
or

 S
or

en
so

n
Ce

nt
er

 fo
r t

he
 A

rt
s

Ut
ah

 S
ha

ke
sp

ea
re

 F
es

tiv
al

 F
ac

ili
ty

So
ut

he
rn

 U
ta

h 
Un

iv
er

si
ty

Ce
da

r C
ity

, U
ta

h

date:

DFCM project no:

Revisions

2014, June 10Addendum 03

MICHAEL
WONENBERG

NO.
7456909-5301

05.28.2014

28 May 2014

12218730

Bid Documents

S  I  T  E     A  N  D     L  A  N  D  S  C  A  P  E     A  R  C  H  I  T  E  C  T  S

2014, June 17Addendum 04
2014, June 20Addendum 05
2014, June 25Addendum 06



TR
A

SH

TR
A

S
H

TR
A

SH

TR
A

SH

TRASH

SEE SUMA DRAWING PACKAGE

CENTER AVENUE

30
0 

W
ES

T 
ST

R
EE

T

COLLEGE AVENUE

10
0 

W
ES

T 
ST

R
EE

T

/A5 U-AS101A /A5 U-AS101B
SEE SEE

STAFF
PARKING

S32.5 S32.1 T.O.W.: 30.0' S5.2

S3.1
T.O.W.: 38.34'

S32.4

S12.1

S32.5

S3.1

S12.2

BERM
GARDEN

SEMINAR
GROVE

UP

S3.3

30
0 

W
ES

T 
ST

R
EE

T

COLLEGE AVENUE /A5 U-AS101B
SEE

U-AS402
D6

U-AS201

C5

S12.4

S12.3

S10.1

T.O.W.: 40.50'

S10.1

UNDERGROUND ELECT.
VAULT, SEE ELECT. DWGS.

SITE STAIR #9

U-AS402
B6

S3.1

T.O.W.: 38.34'

S3.3

S32.5

S3.1
T.O.W.: 38.34'

UP

S31.1

U-AS202D5

S26.4 TYP.

S10.3

20' X 150' FIRELANE W/ FIRE TRUCK WEIGHT RATED PAVING & PAINTED
CURBS @ ENTRANCE, SEE LAND. % CIVIL DWGS. FOR ADDITIONAL INFO.
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Revisions

Site Plan

U-AS101A

25 June 2014

12218730

Permit Review Set

S3.1 CONCRETE RETAINING WALL PER DETAILS
S3.2 EXPOSED AGGREGATE  CONCRETE BENCH/RETAINING WALL WITH

CLEAR SEALER, SSD
S3.3 CONC. STAIR AND LANDING PER DETAILS
S4.1 STONE INSTALLATION W/ PERENNIAL PLANTING BED PER LAND.

DWGS.
S4.2 GRANITE 6" X 6" COBBLES O/ SAND SETTING BED PER LAND. DWGS.
S4.3 HONED GRANITE SLAB BENCH SEAT MOUNTED ON TOP OF CONC.

WALL
S4.4 MORTARED GRANITE COBBLE STAIR  TREADS WITH CIP CONC. BASE

PER LAND. DWGS.
S4.5 STONE CLAD CONC. RETAINING WALL PER DETAILS
S5.1 BRUSHED ST. STL. 1 1/2" DIA. HANDRAIL w/ "FOLDED" ST. STL.

PLATE POSTS
S5.2 BRUSHED ST. STL. WALL MOUNTED 1 1/2" DIA. HANDRAIL w/

"FOLDED" ST. STL. BRACKET
S5.4 POWDER COATED TUBE FRAME AND WIRE MESH INFILL GATE PER

DETAILS
S10.1 WAYFINDING SIGNAGE
S12.1 SURFACE MOUNTED CAST ALUM. BIKE RACK W/ IPE WOOD ACCENT,

SEE LAND. DWGS.
S12.2 SURFACE MOUNTED CAST ALUM. LITTER, SEE LAND. DWGS.
S12.3 SURFACE MOUNTED CAST ALUM. ARMED BENCH WITH W/ JARRAH

WOOD SEAT AND BACK, SEE LAND. DWGS.
S12.4 SURFACE MOUNTED CAST ALUM. BENCH W/ JARRAH WOOD SEAT,

SEE LAND. DWGS.
S26.1 RECESSED OR SURFACE MTD. STEP LIGHT, SED
S26.4 BOLLARD LIGHT, SED
S31.1 BERMED EARTH WITH SHRUB OR GROUND COVER, SEE LAND. DWGS.
S32.1 PRECAST CONCRETE MODULAR PAVER (6" X 36") WITH CONCRETE

SEALER
S32.2 PRECAST CONCRETE MODULAR STAIR TREAD WITH INTEGRAL

AGGREGATE WARNING STRIPE (CONTRASTING COLOR) @ NOSING
AND CONCRETE SEALER

S32.3 STABILIZED STONE DUST PER LAND. DWGS.
S32.4 CONC. PAVING PER CIVIL DWGS.
S32.5 GROUND COVER PLANTING BED, SEE LAND. DWGS.
S32.6 ASPHALT PAVING, SCD
S32.7 PAVEMENT STRIPING PER SPECS. AND DETAILS
S32.8 TREE WITH IRRIGATION BUBBLER, SEE LAND. DWGS. FOR TYPE
S33.2 UNDERGROUND ELECT. CONDUITS, SEE ELECT. AND CIVIL DWGS.
S33.3 TRENCH DRAIN, SEE LAND. AND CIVIL DWGS.
S33.4 TRANSFORMER, SED

 1" = 60'-0" D5Master Site Plan

 1/16" = 1'-0" A5Site Plan

NOTES:
1. KEYNOTES INDICATED ON SITEPLAN ARE SPECIFIC TO ONLY
SITE ELEMENTS.

2. ITEMS IDENTIFIED ARE TYPICAL TO ALL LIKE ITEMS, UNLESS
NOTED OTHERWISE.

3. STAFF PARKING HAS CAPACITY OF 47 SPACES. PER TABLE
1106.1, 2 SPACES ARE REQUIRED TO BE ACCESSIBLE, 2 ARE
PROVIDED, ONE BEING VAN ACCESSIBLE PER 1106.5

4. SEE U-GI104 FOR SITE ACCESSIBLE PATH OF TRAVEL

3
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COOLING TOWER
ENCLOSURE

S12.1

S12.4

ALLEE

S4.2S4.2

GREEN SHOW STAGE

GREEN SHOW
LAWN

S4.4 S4.5 T.O.W.: 31.5'

S32.7S32.7S32.7

S12.1

S32.4

S32.5

S32.6S32.6

PARKING
LOT

S4.5S33.3 T.O.W.: 45.0' S12.1S32.8

S3.1 T.O.W.: 42.92'

S4.5 T.O.W.: 46.29'

S4.4S4.4

S4.5 T.O.W.: 46.5'

SHAKESPEARE
PLAZA

S4.2S32.4

STUDIO THEATRE
PLAZA

S33.3

S4.5 T.O.W.: 39.83'

VEHICLE DROP-OFF LANE

8'
 - 

7 
3/

4"

11' - 11 3/4"

S4.5 T.O.W.: 39.83'

S3.1 T.O.W.: VARIES SEE ELEVATION

S12.1

S31.1

S32.4S32.4

S12.2

S12.3S12.3S12.3

S4.5
T.O.W.: 46.29'

U-AS401
E5

U-AS401
A5

U-AS402
A3

U-AS201

A5

U-AS201 B5

U-AS201

D5

U-AS201

E5

U-AS202
A5

U-AS202
B5

U-AS202C5

U-AS402
A1

A5
U-AS501

A5
_________ _________ ________ _________ ________ _________ ________ _________ ________ ________

S10.1

S5.4

SITE STAIR #1 SITE STAIR #2

SITE STAIR #3

SITE STAIR #4

SITE STAIR #5

SITE STAIR #6

SITE RAMP #1

SITE STAIR #7

SITE STAIR #8

(E) CONC. WALL

A5
U-AE411

S3.1 T.O.W.: VARIES SEE ELEVATION

S26.1 @ 18'-0" O.C., 6 LOCS. TYP.

3

S3.3

ADD. ALTERNATE 01:
PAVING MATERIAL TO BE
@ STUDIO THEATRE PLAZA

S32.1 4

10 LOCS.S32.4

S12.2

S33.3

S33.4S33.4

S12.2

S26.4
20' X 150' FIRELANE W/ FIRE TRUCK WEIGHT RATED PAVING & PAINTED
CURBS @ ENTRANCE, SEE LAND. % CIVIL DWGS. FOR ADDITIONAL INFO.
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 1/16" = 1'-0" A5SITE PLAN

S3.1 CONCRETE RETAINING WALL PER DETAILS
S3.2 EXPOSED AGGREGATE  CONCRETE BENCH/RETAINING WALL WITH

CLEAR SEALER, SSD
S3.3 CONC. STAIR AND LANDING PER DETAILS
S4.1 STONE INSTALLATION W/ PERENNIAL PLANTING BED PER LAND.

DWGS.
S4.2 GRANITE 6" X 6" COBBLES O/ SAND SETTING BED PER LAND. DWGS.
S4.3 HONED GRANITE SLAB BENCH SEAT MOUNTED ON TOP OF CONC.

WALL
S4.4 MORTARED GRANITE COBBLE STAIR  TREADS WITH CIP CONC. BASE

PER LAND. DWGS.
S4.5 STONE CLAD CONC. RETAINING WALL PER DETAILS
S5.1 BRUSHED ST. STL. 1 1/2" DIA. HANDRAIL w/ "FOLDED" ST. STL.

PLATE POSTS
S5.2 BRUSHED ST. STL. WALL MOUNTED 1 1/2" DIA. HANDRAIL w/

"FOLDED" ST. STL. BRACKET
S5.4 POWDER COATED TUBE FRAME AND WIRE MESH INFILL GATE PER

DETAILS
S10.1 WAYFINDING SIGNAGE
S12.1 SURFACE MOUNTED CAST ALUM. BIKE RACK W/ IPE WOOD ACCENT,

SEE LAND. DWGS.
S12.2 SURFACE MOUNTED CAST ALUM. LITTER, SEE LAND. DWGS.
S12.3 SURFACE MOUNTED CAST ALUM. ARMED BENCH WITH W/ JARRAH

WOOD SEAT AND BACK, SEE LAND. DWGS.
S12.4 SURFACE MOUNTED CAST ALUM. BENCH W/ JARRAH WOOD SEAT,

SEE LAND. DWGS.
S26.1 RECESSED OR SURFACE MTD. STEP LIGHT, SED
S26.4 BOLLARD LIGHT, SED
S31.1 BERMED EARTH WITH SHRUB OR GROUND COVER, SEE LAND. DWGS.
S32.1 PRECAST CONCRETE MODULAR PAVER (6" X 36") WITH CONCRETE

SEALER
S32.2 PRECAST CONCRETE MODULAR STAIR TREAD WITH INTEGRAL

AGGREGATE WARNING STRIPE (CONTRASTING COLOR) @ NOSING
AND CONCRETE SEALER

S32.3 STABILIZED STONE DUST PER LAND. DWGS.
S32.4 CONC. PAVING PER CIVIL DWGS.
S32.5 GROUND COVER PLANTING BED, SEE LAND. DWGS.
S32.6 ASPHALT PAVING, SCD
S32.7 PAVEMENT STRIPING PER SPECS. AND DETAILS
S32.8 TREE WITH IRRIGATION BUBBLER, SEE LAND. DWGS. FOR TYPE
S33.2 UNDERGROUND ELECT. CONDUITS, SEE ELECT. AND CIVIL DWGS.
S33.3 TRENCH DRAIN, SEE LAND. AND CIVIL DWGS.
S33.4 TRANSFORMER, SED

NOTES:
1. KEYNOTES INDICATED ON SITEPLAN ARE SPECIFIC TO ONLY
SITE ELEMENTS.

2. ITEMS IDENTIFIED ARE TYPICAL TO ALL LIKE ITEMS, UNLESS
NOTED OTHERWISE.

3. STAFF PARKING HAS CAPACITY OF 47 SPACES. PER TABLE
1106.1, 2 SPACES ARE REQUIRED TO BE ACCESSIBLE, 2 ARE
PROVIDED, ONE BEING VAN ACCESSIBLE PER 1106.5

4. SEE U-GI104 FOR SITE ACCESSIBLE PATH OF TRAVEL

3
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S3.1 CONCRETE RETAINING WALL PER DETAILS
S3.2 EXPOSED AGGREGATE  CONCRETE BENCH/RETAINING WALL WITH

CLEAR SEALER, SSD
S3.3 CONC. STAIR AND LANDING PER DETAILS
S4.1 STONE INSTALLATION W/ PERENNIAL PLANTING BED PER LAND.

DWGS.
S4.2 GRANITE 6" X 6" COBBLES O/ SAND SETTING BED PER LAND. DWGS.
S4.3 HONED GRANITE SLAB BENCH SEAT MOUNTED ON TOP OF CONC.

WALL
S4.4 MORTARED GRANITE COBBLE STAIR  TREADS WITH CIP CONC. BASE

PER LAND. DWGS.
S4.5 STONE CLAD CONC. RETAINING WALL PER DETAILS
S5.1 BRUSHED ST. STL. 1 1/2" DIA. HANDRAIL w/ "FOLDED" ST. STL.

PLATE POSTS
S5.2 BRUSHED ST. STL. WALL MOUNTED 1 1/2" DIA. HANDRAIL w/

"FOLDED" ST. STL. BRACKET
S5.4 POWDER COATED TUBE FRAME AND WIRE MESH INFILL GATE PER

DETAILS
S10.1 WAYFINDING SIGNAGE
S12.1 SURFACE MOUNTED CAST ALUM. BIKE RACK W/ IPE WOOD ACCENT,

SEE LAND. DWGS.
S12.2 SURFACE MOUNTED CAST ALUM. LITTER, SEE LAND. DWGS.
S12.3 SURFACE MOUNTED CAST ALUM. ARMED BENCH WITH W/ JARRAH

WOOD SEAT AND BACK, SEE LAND. DWGS.
S12.4 SURFACE MOUNTED CAST ALUM. BENCH W/ JARRAH WOOD SEAT,

SEE LAND. DWGS.
S26.1 RECESSED OR SURFACE MTD. STEP LIGHT, SED
S26.4 BOLLARD LIGHT, SED
S31.1 BERMED EARTH WITH SHRUB OR GROUND COVER, SEE LAND. DWGS.
S32.1 PRECAST CONCRETE MODULAR PAVER (6" X 36") WITH CONCRETE

SEALER
S32.2 PRECAST CONCRETE MODULAR STAIR TREAD WITH INTEGRAL

AGGREGATE WARNING STRIPE (CONTRASTING COLOR) @ NOSING
AND CONCRETE SEALER

S32.3 STABILIZED STONE DUST PER LAND. DWGS.
S32.4 CONC. PAVING PER CIVIL DWGS.
S32.5 GROUND COVER PLANTING BED, SEE LAND. DWGS.
S32.6 ASPHALT PAVING, SCD
S32.7 PAVEMENT STRIPING PER SPECS. AND DETAILS
S32.8 TREE WITH IRRIGATION BUBBLER, SEE LAND. DWGS. FOR TYPE
S33.2 UNDERGROUND ELECT. CONDUITS, SEE ELECT. AND CIVIL DWGS.
S33.3 TRENCH DRAIN, SEE LAND. AND CIVIL DWGS.
S33.4 TRANSFORMER, SED

 1/8" = 1'-0" A5Site Wall Elevation

 1/8" = 1'-0" B5Site Wall Elevation

 1/8" = 1'-0" C5Site Wall Elevation

 1/8" = 1'-0" D5Site Wall Elevation

 1/8" = 1'-0" E5Site Wall Elevation
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S3.1 CONCRETE RETAINING WALL PER DETAILS
S3.2 EXPOSED AGGREGATE  CONCRETE BENCH/RETAINING WALL WITH

CLEAR SEALER, SSD
S3.3 CONC. STAIR AND LANDING PER DETAILS
S4.1 STONE INSTALLATION W/ PERENNIAL PLANTING BED PER LAND.

DWGS.
S4.2 GRANITE 6" X 6" COBBLES O/ SAND SETTING BED PER LAND. DWGS.
S4.3 HONED GRANITE SLAB BENCH SEAT MOUNTED ON TOP OF CONC.

WALL
S4.4 MORTARED GRANITE COBBLE STAIR  TREADS WITH CIP CONC. BASE

PER LAND. DWGS.
S4.5 STONE CLAD CONC. RETAINING WALL PER DETAILS
S5.1 BRUSHED ST. STL. 1 1/2" DIA. HANDRAIL w/ "FOLDED" ST. STL.

PLATE POSTS
S5.2 BRUSHED ST. STL. WALL MOUNTED 1 1/2" DIA. HANDRAIL w/

"FOLDED" ST. STL. BRACKET
S5.4 POWDER COATED TUBE FRAME AND WIRE MESH INFILL GATE PER

DETAILS
S10.1 WAYFINDING SIGNAGE
S12.1 SURFACE MOUNTED CAST ALUM. BIKE RACK W/ IPE WOOD ACCENT,

SEE LAND. DWGS.
S12.2 SURFACE MOUNTED CAST ALUM. LITTER, SEE LAND. DWGS.
S12.3 SURFACE MOUNTED CAST ALUM. ARMED BENCH WITH W/ JARRAH

WOOD SEAT AND BACK, SEE LAND. DWGS.
S12.4 SURFACE MOUNTED CAST ALUM. BENCH W/ JARRAH WOOD SEAT,

SEE LAND. DWGS.
S26.1 RECESSED OR SURFACE MTD. STEP LIGHT, SED
S26.4 BOLLARD LIGHT, SED
S31.1 BERMED EARTH WITH SHRUB OR GROUND COVER, SEE LAND. DWGS.
S32.1 PRECAST CONCRETE MODULAR PAVER (6" X 36") WITH CONCRETE

SEALER
S32.2 PRECAST CONCRETE MODULAR STAIR TREAD WITH INTEGRAL

AGGREGATE WARNING STRIPE (CONTRASTING COLOR) @ NOSING
AND CONCRETE SEALER

S32.3 STABILIZED STONE DUST PER LAND. DWGS.
S32.4 CONC. PAVING PER CIVIL DWGS.
S32.5 GROUND COVER PLANTING BED, SEE LAND. DWGS.
S32.6 ASPHALT PAVING, SCD
S32.7 PAVEMENT STRIPING PER SPECS. AND DETAILS
S32.8 TREE WITH IRRIGATION BUBBLER, SEE LAND. DWGS. FOR TYPE
S33.2 UNDERGROUND ELECT. CONDUITS, SEE ELECT. AND CIVIL DWGS.
S33.3 TRENCH DRAIN, SEE LAND. AND CIVIL DWGS.
S33.4 TRANSFORMER, SED

 1/8" = 1'-0" A5Site Wall Elevation

 1/8" = 1'-0" B5Site Wall Elevation

 1/8" = 1'-0" C5Site Wall Elevation
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 1/8" = 1'-0" D5Site Wall Elevation
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 1/4" = 1'-0" A5Enlarged Site Stair 3-6 Plan

 1/4" = 1'-0" E5Enlarged Site Stair 2 Plan

S3.1 CONCRETE RETAINING WALL PER DETAILS
S3.2 EXPOSED AGGREGATE  CONCRETE BENCH/RETAINING WALL WITH

CLEAR SEALER, SSD
S3.3 CONC. STAIR AND LANDING PER DETAILS
S4.1 STONE INSTALLATION W/ PERENNIAL PLANTING BED PER LAND.

DWGS.
S4.2 GRANITE 6" X 6" COBBLES O/ SAND SETTING BED PER LAND. DWGS.
S4.3 HONED GRANITE SLAB BENCH SEAT MOUNTED ON TOP OF CONC.

WALL
S4.4 MORTARED GRANITE COBBLE STAIR  TREADS WITH CIP CONC. BASE

PER LAND. DWGS.
S4.5 STONE CLAD CONC. RETAINING WALL PER DETAILS
S5.1 BRUSHED ST. STL. 1 1/2" DIA. HANDRAIL w/ "FOLDED" ST. STL.

PLATE POSTS
S5.2 BRUSHED ST. STL. WALL MOUNTED 1 1/2" DIA. HANDRAIL w/

"FOLDED" ST. STL. BRACKET
S5.4 POWDER COATED TUBE FRAME AND WIRE MESH INFILL GATE PER

DETAILS
S10.1 WAYFINDING SIGNAGE
S12.1 SURFACE MOUNTED CAST ALUM. BIKE RACK W/ IPE WOOD ACCENT,

SEE LAND. DWGS.
S12.2 SURFACE MOUNTED CAST ALUM. LITTER, SEE LAND. DWGS.
S12.3 SURFACE MOUNTED CAST ALUM. ARMED BENCH WITH W/ JARRAH

WOOD SEAT AND BACK, SEE LAND. DWGS.
S12.4 SURFACE MOUNTED CAST ALUM. BENCH W/ JARRAH WOOD SEAT,

SEE LAND. DWGS.
S26.1 RECESSED OR SURFACE MTD. STEP LIGHT, SED
S26.4 BOLLARD LIGHT, SED
S31.1 BERMED EARTH WITH SHRUB OR GROUND COVER, SEE LAND. DWGS.
S32.1 PRECAST CONCRETE MODULAR PAVER (6" X 36") WITH CONCRETE

SEALER
S32.2 PRECAST CONCRETE MODULAR STAIR TREAD WITH INTEGRAL

AGGREGATE WARNING STRIPE (CONTRASTING COLOR) @ NOSING
AND CONCRETE SEALER

S32.3 STABILIZED STONE DUST PER LAND. DWGS.
S32.4 CONC. PAVING PER CIVIL DWGS.
S32.5 GROUND COVER PLANTING BED, SEE LAND. DWGS.
S32.6 ASPHALT PAVING, SCD
S32.7 PAVEMENT STRIPING PER SPECS. AND DETAILS
S32.8 TREE WITH IRRIGATION BUBBLER, SEE LAND. DWGS. FOR TYPE
S33.2 UNDERGROUND ELECT. CONDUITS, SEE ELECT. AND CIVIL DWGS.
S33.3 TRENCH DRAIN, SEE LAND. AND CIVIL DWGS.
S33.4 TRANSFORMER, SED
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 1/4" = 1'-0" D6Enlarged Site Stair 9 North Plan

 1/4" = 1'-0" A3Enlarged Site Stair 8 Plan
 1/4" = 1'-0" A1Enlarged Site Stair 7 Plan

S3.1 CONCRETE RETAINING WALL PER DETAILS
S3.2 EXPOSED AGGREGATE  CONCRETE BENCH/RETAINING WALL WITH

CLEAR SEALER, SSD
S3.3 CONC. STAIR AND LANDING PER DETAILS
S4.1 STONE INSTALLATION W/ PERENNIAL PLANTING BED PER LAND.

DWGS.
S4.2 GRANITE 6" X 6" COBBLES O/ SAND SETTING BED PER LAND. DWGS.
S4.3 HONED GRANITE SLAB BENCH SEAT MOUNTED ON TOP OF CONC.

WALL
S4.4 MORTARED GRANITE COBBLE STAIR  TREADS WITH CIP CONC. BASE

PER LAND. DWGS.
S4.5 STONE CLAD CONC. RETAINING WALL PER DETAILS
S5.1 BRUSHED ST. STL. 1 1/2" DIA. HANDRAIL w/ "FOLDED" ST. STL.

PLATE POSTS
S5.2 BRUSHED ST. STL. WALL MOUNTED 1 1/2" DIA. HANDRAIL w/

"FOLDED" ST. STL. BRACKET
S5.4 POWDER COATED TUBE FRAME AND WIRE MESH INFILL GATE PER

DETAILS
S10.1 WAYFINDING SIGNAGE
S12.1 SURFACE MOUNTED CAST ALUM. BIKE RACK W/ IPE WOOD ACCENT,

SEE LAND. DWGS.
S12.2 SURFACE MOUNTED CAST ALUM. LITTER, SEE LAND. DWGS.
S12.3 SURFACE MOUNTED CAST ALUM. ARMED BENCH WITH W/ JARRAH

WOOD SEAT AND BACK, SEE LAND. DWGS.
S12.4 SURFACE MOUNTED CAST ALUM. BENCH W/ JARRAH WOOD SEAT,

SEE LAND. DWGS.
S26.1 RECESSED OR SURFACE MTD. STEP LIGHT, SED
S26.4 BOLLARD LIGHT, SED
S31.1 BERMED EARTH WITH SHRUB OR GROUND COVER, SEE LAND. DWGS.
S32.1 PRECAST CONCRETE MODULAR PAVER (6" X 36") WITH CONCRETE

SEALER
S32.2 PRECAST CONCRETE MODULAR STAIR TREAD WITH INTEGRAL

AGGREGATE WARNING STRIPE (CONTRASTING COLOR) @ NOSING
AND CONCRETE SEALER

S32.3 STABILIZED STONE DUST PER LAND. DWGS.
S32.4 CONC. PAVING PER CIVIL DWGS.
S32.5 GROUND COVER PLANTING BED, SEE LAND. DWGS.
S32.6 ASPHALT PAVING, SCD
S32.7 PAVEMENT STRIPING PER SPECS. AND DETAILS
S32.8 TREE WITH IRRIGATION BUBBLER, SEE LAND. DWGS. FOR TYPE
S33.2 UNDERGROUND ELECT. CONDUITS, SEE ELECT. AND CIVIL DWGS.
S33.3 TRENCH DRAIN, SEE LAND. AND CIVIL DWGS.
S33.4 TRANSFORMER, SED

Addendum 03 2014 June 10
Addendum 04 2014 June 17
Addendum 05 2014 June 20
Addendum 06 2014 June 25

33
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 1/4" = 1'-0" B6Enlarged Site Stair 9 East Plan
5

5

6
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WITH 5/8" SPACING

IN GRADE BOX WITH SPEAKER
JACKS, POWER, AND DATA.

(INCLUDED IN BASE BID)

IN GRADE BOX WITH SPEAKER
JACKS, POWER, AND DATA.

IN GRADE BOX WITH SPEAKER
JACKS, POWER, AND DATA.

BASE BID
PLAN VIEW

CONCRETE SLAB ON GRADE OVER
8" GRAVEL BASE COURSE

BASE BID
REAR ELEVATION

ADD ALTERNATE #2
REAR ELEVATION

SCREEN WALL.
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WITH 5/8" SPACING

ADD ALTERNATE #2
SIDE ELEVATION
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 1/8" = 1'-0" A6Greenshow Stage

 1/8" = 1'-0" C6Seminar Grove



3/8" THK. ST. STL. FOLDED
PLATE POST, TYP.

1 1/2" STEEL TUBE HANDRAIL
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 1/4" = 1'-0" A5South Patio Section

 1/2" = 1'-0" C5Typ. Mortared Stone Step
 1/2" = 1'-0" C3Typ. Stone Clad Wall

S3.1 CONCRETE RETAINING WALL PER DETAILS
S3.2 EXPOSED AGGREGATE  CONCRETE BENCH/RETAINING WALL WITH

CLEAR SEALER, SSD
S3.3 CONC. STAIR AND LANDING PER DETAILS
S4.1 STONE INSTALLATION W/ PERENNIAL PLANTING BED PER LAND.

DWGS.
S4.2 GRANITE 6" X 6" COBBLES O/ SAND SETTING BED PER LAND. DWGS.
S4.3 HONED GRANITE SLAB BENCH SEAT MOUNTED ON TOP OF CONC.

WALL
S4.4 MORTARED GRANITE COBBLE STAIR  TREADS WITH CIP CONC. BASE

PER LAND. DWGS.
S4.5 STONE CLAD CONC. RETAINING WALL PER DETAILS
S5.1 BRUSHED ST. STL. 1 1/2" DIA. HANDRAIL w/ "FOLDED" ST. STL.

PLATE POSTS
S5.2 BRUSHED ST. STL. WALL MOUNTED 1 1/2" DIA. HANDRAIL w/

"FOLDED" ST. STL. BRACKET
S5.4 POWDER COATED TUBE FRAME AND WIRE MESH INFILL GATE PER

DETAILS
S10.1 WAYFINDING SIGNAGE
S12.1 SURFACE MOUNTED CAST ALUM. BIKE RACK W/ IPE WOOD ACCENT,

SEE LAND. DWGS.
S12.2 SURFACE MOUNTED CAST ALUM. LITTER, SEE LAND. DWGS.
S12.3 SURFACE MOUNTED CAST ALUM. ARMED BENCH WITH W/ JARRAH

WOOD SEAT AND BACK, SEE LAND. DWGS.
S12.4 SURFACE MOUNTED CAST ALUM. BENCH W/ JARRAH WOOD SEAT,

SEE LAND. DWGS.
S26.1 RECESSED OR SURFACE MTD. STEP LIGHT, SED
S26.4 BOLLARD LIGHT, SED
S31.1 BERMED EARTH WITH SHRUB OR GROUND COVER, SEE LAND. DWGS.
S32.1 PRECAST CONCRETE MODULAR PAVER (6" X 36") WITH CONCRETE

SEALER
S32.2 PRECAST CONCRETE MODULAR STAIR TREAD WITH INTEGRAL

AGGREGATE WARNING STRIPE (CONTRASTING COLOR) @ NOSING
AND CONCRETE SEALER

S32.3 STABILIZED STONE DUST PER LAND. DWGS.
S32.4 CONC. PAVING PER CIVIL DWGS.
S32.5 GROUND COVER PLANTING BED, SEE LAND. DWGS.
S32.6 ASPHALT PAVING, SCD
S32.7 PAVEMENT STRIPING PER SPECS. AND DETAILS
S32.8 TREE WITH IRRIGATION BUBBLER, SEE LAND. DWGS. FOR TYPE
S33.2 UNDERGROUND ELECT. CONDUITS, SEE ELECT. AND CIVIL DWGS.
S33.3 TRENCH DRAIN, SEE LAND. AND CIVIL DWGS.
S33.4 TRANSFORMER, SED

 1/2" = 1'-0" C1Typ. Stone Clad Wall Elevation

 1" = 1'-0" D3Handrail Post Detail 3" = 1'-0" D1Handrail Post Axon

Addendum 03 2014 June 10
Addendum 04 2014 June 17

3

 1/2" = 1'-0" A2Retaining Wall @ Berm

 1/2" = 1'-0" B2Retaining Wall @ Shakespeare

3

3

3

 1/2" = 1'-0" D5Typ. Section @ Site Stairs 3-6

3

4
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 1/2" = 1'-0" A6Typ. Gate Elevation
 1/2" = 1'-0" A4Wayfinding Signage Elevation

4

44

 3" = 1'-0" C5Site Gate Section
 3" = 1'-0" C6Site Gate Plan

44

 3" = 1'-0" C4Bracket Elevation

 3" = 1'-0" D4Bracket Plan

 3" = 1'-0" C3Bracket Section
44

4

 6" = 1'-0" D3
Nosing @

Detectable Warning Strip
6
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5

 1/4" = 1'-0" A6Site Stair 9 North Section
 1/2" = 1'-0" A3Site Stair 9 North Section

 1/2" = 1'-0" C6Site Stair 9 North Section
 1/2" = 1'-0" C3Site Stair 9 East Section

55

55
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 1/2" = 1'-0" A6Site Stair 9 East Section
 1/2" = 1'-0" A3Site Stair 9 East Section

55

 1/2" = 1'-0" C6Site Stair 2 Section
6

 1/2" = 1'-0" C4Site Stair 8 Section
6
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 1/8" = 1'-0" A5Basement Floor Plan

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

N

 1/8" = 1'-0" C5Basement Ceiling Plan
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 1/16" = 1'-0" A5First Floor Plan - Overall

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE
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 1/8" = 1'-0" A5First Floor Plan - Area A

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

N

Addendum 03 2014, June 10
Addendum 04 2014, June 17
Addendum 05 2014, June 20
Addendum 06 2014, June 25
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 1/8" = 1'-0" A5First Floor Plan - Area B

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

N
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*NOTE: DIMENSIONS ARE TO FACE OF STUD OR
MASONRY WALL UNLESS NOTED OTHERWISE.

1. ALL EXTERIOR WALLS (INCLUDING INTERIOR FURRING) AND INTERIOR
BEARING WALLS EXTEND TO DECK.

2. NON-BEARING INTERIOR WALLS EXTENDING TO DECK ABOVE GIVEN FLOOR
ARE INDICATED BY THICK DASHED LINE.  METAL STUDS CONNECT TO
DEFLECTION TRACKS MOUNTED TO DECK - SEE DETAILS C6/U-AE524 (FOR
NON-RATED WALLS) AND D6/U-AE524 (FOR RATED WALLS)

3. PARTIAL HEIGHT WALLS ARE IDENTIFIED WITH HEIGHT OF WALL RELATIVE TO
FINISH FLOOR.

4. ALL OTHER WALLS EXTEND 6” ABOVE FINISH CEILING. BRACE TOP OF WALLS
TO STRUCTURE AS REQUIRED. CONTRACTOR TO SUBMIT PROPOSED
BRACING APPROACH FOR APPROVAL PRIOR TO FRAMING.

GENERAL WALL NOTES:
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 1/8" = 1'-0" A3First Floor Plan - Area C: ALTERNATE 1
 1/8" = 1'-0" A5First Floor Plan - Area C

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

NN
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UPUP

11

22

33

44

55

6

7

7

9

9

S

S T U V

V

8

8

10.1

MARKET
DIRECTOR

157

GENERAL
MANAGER

158

ACCOUNTS
159

CORRIDOR
160

OPEN WORK
AREA
161

FACIL
DIRECTOR

162

PROD
MANAGER

163

TICKETS
164

GUEST
SERVICES

165

JAN
166

GREEN
ROOM

167

CORRIDOR
168

MEN'S
RESTROOM

169

WOMEN'S
RESTROOM

170

STORAGE
171

LOBBY
172

VESTIBULE
173

CORRIDOR
175

CORRIDOR
176

DRESSING
ROOM CORE

177

S/L LOCK
174

ACTOR
QUEUING

178STAIR
179

STUDIO
THEATRE

180

44' - 8"

17
' - 

9"

18
' - 

3"
18

' - 
3"

17
' - 

9"
17

' - 
9"

9' 
- 1

0 1
/2"

57
' - 

4"

5'  
- 9

 3/
4"

12
' - 

5 1
/4"

1'  
- 1

1 3
/4"

9'  
- 5

"
6'  

- 1
0 1

/4"
2'  

- 4
"

22.00°

6.00°

67' - 4"

3.00°

14' - 0 3/4"
30' - 3 1/4"

8' - 5 5/8"4' - 6 1/8"10' - 1"7' - 2 1/2"

7' 
- 1

1 3
/8"

9'  
-  4

 5/
8"

4 7
/8"

4'  
-  1

 1/
2"

9'  
-  5

"
4'  

-  8
 1/

2"

5"
6' 

- 6
 3/

4"
5' 

- 9
 1/

2"
8 5

/8"
4' 

- 3
"

7' 
- 3

 5/
8"

6' 
- 2

"
4' 

- 3
 3/

8"
9' 

- 5
"

8' 
- 4

"

9' - 2 7/8" 20' - 4" 9' - 5 5/8" 11' - 7 1/2" 8' - 0" 8' - 8"

4' 
- 8

 1/
8"

5' 
- 0

 7/
8"

2' 
- 1

0 1
/2"

5' 
- 7

 7/
8"

9' - 9 1/4"

14' - 2 1/2"

5"
6' 

- 6
 3/

4"
6' 

- 1
 1/

4"

2' - 7 5/8" 7' - 2 1/2" 5' - 7 1/2" 4' - 0 1/8" 5' - 4 1/4"

S.2

S.1

99' - 2"

97' - 9 1/2"

96' - 5"

1

22

33

44

55

66

7

9

S

S T U V

V

8

10.1

U-AE211

MARKET
DIRECTOR

157

B&F
DIRECTOR

158

ACCOUNTS
159

CORRIDOR
160

OPEN WORK
AREA
161

FACIL
DIRECTOR

162

PROD
MANAGER

163

TICKETS
164

GUEST
SERVICES

165

JAN
166 GREEN

ROOM
167

CORRIDOR
168

MEN'S
RESTROOM

169

WOMEN'S
RESTROOM

170

STORAGE
171

LOBBY
172A

CONCESSIONS
172B

CORRIDOR
172C

VESTIBULE
173

S/L LOCK
174

CORRIDOR
175

CORRIDOR
176

DRESSING
ROOM
177A

UNISEX
177B

DRESSING
ROOM
177CUNISEX

177D

DRESSING
ROOM
177E

UNISEX
177F

SCENIC
STORAGE

178
STAIR

179

STUDIO
THEATRE

180

44' - 8"

17
' - 

9"

18
' - 

3"
18

' - 
3"

17
' - 

9"
17

' - 
9"

9' 
- 1

0 1
/2"

57
' - 

4"

U-AE404

C2

C3

18
' - 

3"
18

' - 
3"

5'  
- 9

 1/
8"

12
' - 

5 7
/8"

1'  
- 1

1 1
/8"

9'  
- 5

"
6'  

- 1
0 7

/8"
2'  

- 3
 3/

8"

22.00°

6.00°

67' - 4"

3.00°

14' - 0 1/8"
30' - 3 1/4"

8' - 5"4' - 6 1/8"10' - 1"7' - 3 1/8"

7' 
- 1

0 3
/4"

9'  
-  1

0 1
/8"

4'  
-  0

 7/
8"

9'  
-  6

 1/
8"

4'  
-  8

"

5 5
/8"

6' 
- 4

 5/
8"

5' 
- 1

1"
8 7

/8"
4' 

- 2
 3/

4"
7' 

- 4
 1/

4"
6' 

- 2
"

4' 
- 2

 3/
4"

9' 
- 5

"
8' 

- 4
"

30' - 2 1/8" 8' - 11" 11' - 6 7/8" 8' - 0" 8' - 8"

4' 
- 7

 1/
2"

5' 
- 1

 1/
2"

2' 
- 9

 7/
8"

5' 
- 8

 1/
2"

9' - 7 3/4"

14' - 1"

5 5
/8"

6' 
- 4

 5/
8"

5' - 7 1/2" 9' - 5"

U-AE212

A3

S.2

S.1
GG

99' - 2"

97' - 9 1/2"

97' - 3"
96' - 5"

96' - 1"

96' - 1"

96' - 1"

U-AE212 D2

U-AE404 C5

C4

U-AE534

B4

U-AE534

B3

U-AE534

B2

U-AE534 B1

*NOTE: DIMENSIONS ARE TO FACE OF STUD OR
MASONRY WALL UNLESS NOTED OTHERWISE.
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BEARING WALLS EXTEND TO DECK.

2. NON-BEARING INTERIOR WALLS EXTENDING TO DECK ABOVE GIVEN FLOOR
ARE INDICATED BY THICK DASHED LINE.  METAL STUDS CONNECT TO
DEFLECTION TRACKS MOUNTED TO DECK - SEE DETAILS C6/U-AE524 (FOR
NON-RATED WALLS) AND D6/U-AE524 (FOR RATED WALLS)

3. PARTIAL HEIGHT WALLS ARE IDENTIFIED WITH HEIGHT OF WALL RELATIVE TO
FINISH FLOOR.

4. ALL OTHER WALLS EXTEND 6” ABOVE FINISH CEILING. BRACE TOP OF WALLS
TO STRUCTURE AS REQUIRED. CONTRACTOR TO SUBMIT PROPOSED
BRACING APPROACH FOR APPROVAL PRIOR TO FRAMING.

GENERAL WALL NOTES:
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 1/8" = 1'-0" A5
First Floor Plan - Area C -

Dimension Plan
 1/8" = 1'-0" A3

First Floor Plan - Area C:
ALTERNATE 1 - Dimension Plan
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Revisions

Second Floor Plan
- Overall

U-AE102

28 May 2014
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Bid Documents

 1/16" = 1'-0" A5Second Floor Plan - Overall

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE
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 1/8" = 1'-0" A5Second Floor Plan - Area A

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE
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WALLS ADJACENT TO SCENERY STAGING
230, CORRIDOR 232,  CORRIDOR 232A,
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1. ALL EXTERIOR WALLS (INCLUDING INTERIOR FURRING) AND INTERIOR
BEARING WALLS EXTEND TO DECK.

2. NON-BEARING INTERIOR WALLS EXTENDING TO DECK ABOVE GIVEN FLOOR
ARE INDICATED BY THICK DASHED LINE.  METAL STUDS CONNECT TO
DEFLECTION TRACKS MOUNTED TO DECK - SEE DETAILS C6/U-AE524 (FOR
NON-RATED WALLS) AND D6/U-AE524 (FOR RATED WALLS)

3. PARTIAL HEIGHT WALLS ARE IDENTIFIED WITH HEIGHT OF WALL RELATIVE TO
FINISH FLOOR.

4. ALL OTHER WALLS EXTEND 6” ABOVE FINISH CEILING. BRACE TOP OF WALLS
TO STRUCTURE AS REQUIRED. CONTRACTOR TO SUBMIT PROPOSED
BRACING APPROACH FOR APPROVAL PRIOR TO FRAMING.

GENERAL WALL NOTES:
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 1/8" = 1'-0" A5Second Floor Plan - Area B

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

N
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*NOTE: DIMENSIONS ARE TO FACE OF STUD OR
MASONRY WALL UNLESS NOTED OTHERWISE.

1. ALL EXTERIOR WALLS (INCLUDING INTERIOR FURRING) AND INTERIOR
BEARING WALLS EXTEND TO DECK.

2. NON-BEARING INTERIOR WALLS EXTENDING TO DECK ABOVE GIVEN FLOOR
ARE INDICATED BY THICK DASHED LINE.  METAL STUDS CONNECT TO
DEFLECTION TRACKS MOUNTED TO DECK - SEE DETAILS C6/U-AE524 (FOR
NON-RATED WALLS) AND D6/U-AE524 (FOR RATED WALLS)

3. PARTIAL HEIGHT WALLS ARE IDENTIFIED WITH HEIGHT OF WALL RELATIVE TO
FINISH FLOOR.

4. ALL OTHER WALLS EXTEND 6” ABOVE FINISH CEILING. BRACE TOP OF WALLS
TO STRUCTURE AS REQUIRED. CONTRACTOR TO SUBMIT PROPOSED
BRACING APPROACH FOR APPROVAL PRIOR TO FRAMING.

GENERAL WALL NOTES:

ADD
6
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 1/8" = 1'-0" A3
Second Floor Plan - Area C

ALTERNATE 1
 1/8" = 1'-0" A5Second Floor Plan - Area C

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE
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*NOTE: DIMENSIONS ARE TO FACE OF STUD OR
MASONRY WALL UNLESS NOTED OTHERWISE.

1. ALL EXTERIOR WALLS (INCLUDING INTERIOR FURRING) AND INTERIOR
BEARING WALLS EXTEND TO DECK.

2. NON-BEARING INTERIOR WALLS EXTENDING TO DECK ABOVE GIVEN FLOOR
ARE INDICATED BY THICK DASHED LINE.  METAL STUDS CONNECT TO
DEFLECTION TRACKS MOUNTED TO DECK - SEE DETAILS C6/U-AE524 (FOR
NON-RATED WALLS) AND D6/U-AE524 (FOR RATED WALLS)

3. PARTIAL HEIGHT WALLS ARE IDENTIFIED WITH HEIGHT OF WALL RELATIVE TO
FINISH FLOOR.

4. ALL OTHER WALLS EXTEND 6” ABOVE FINISH CEILING. BRACE TOP OF WALLS
TO STRUCTURE AS REQUIRED. CONTRACTOR TO SUBMIT PROPOSED
BRACING APPROACH FOR APPROVAL PRIOR TO FRAMING.

GENERAL WALL NOTES:
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 1/8" = 1'-0" A5
Second Floor Plan - Area C -

Dimension Plan
 1/8" = 1'-0" A3

Second Floor Plan - Area C
ALTERNATE 1 - Dimension Plan
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 1/8" = 1'-0" A5Outdoor Theatre Catwalk Plan

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

N

Addendum 03 2014, June 10
Addendum 04 2014, June 17
Addendum 06 2014, June 25



T

T

A5

U-AE301

C5

U-AE303

A5

U-AE314

A

A

16

17

8.2 8.2

8.8 8.8

13.5

B C D

E

F G H J

L
AA

AA

CC

CC

DD

DD

FF

FF

GG

GG

HH

8.7 8.7

EE

EE

BB

BB

ACT 1
10' - 0"

132T

ACT 1
10' - 0"

132R

ACT 1
10' - 0"

132N
ACT 1
10' - 0"

132P-Q

ACT 1
10' - 0"

132S

ACT 1
10' - 0"

132K-J
ACT 1
10' - 0"

132L
ACT 1
10' - 0"

132M
GYP

10' - 0"

132H
ACT 1
10' - 0"

123
ACT 1
10' - 0"

130
ACT 1
10' - 0"

129

GYP
10' - 0"

119

GYP
9' - 10"

113

GYP
9' - 10"

112

GYP
11' - 0"

109

9' - 6" 9' - 6" 9' - 6" 9' - 6"

VARIES
EXP
130

9999

E5

U-AE301

A5

U-AE313

K

A5

U-AE315

C5

U-AE301

SC 1
12' - 0"

103

VARIES
SC 1
103

SC 1
8' - 0"

103

ACT 1 2x2 ACOUSTIC
CEILING TILE

ACT 2
"CAPZ" ACOUSTICAL CEILING
CLOUDS. PANEL SIZES AS
INDICATED ON PLANS

GYP GYPSUM BOARD

X GYP
9' - 6"

116

X GYP 2 LAYERS OF 5/8" TYPE X
GYPSUM BOARD

EXP
EXPOSED TO STRUCTURE. PAINT ALL VISIBLE
PORTIONS OF STRUCUTRAL, MECH AND ELEC
COMPONENTS. REF FINISH SCHEDULE FOR
PAINT COLOR

SC 1
TONGUE & GROOVE CEDAR SIDING WITH
TECHZONE OPENINGS. LIGHTS, SPRINKLERS,
AND SPEAKERS TO OCCUR IN OPENINGS

WD1 WOOD CEILING INSTALLED IN
HERRINGBONE PATTERN

WD 2 TONGUE & GROVE CEDAR SIDING
SOFFIT

X GYP
8' - 6"

116

GYP
7' - 2"

114

C.5

C.5

F.5

F.5

NN

PP

QQ

RR

MM

LL

KK

JJ

14.5

15.6

2' - 0"

D6
U-AE541

WD 3 ACOUSTICAL WOOD CEILING

VARIES
EXP
127

VARIES
EXP
126

IN THE DASHED AREA PROVIDE 2'x2'
UNISTRUT GRID SYSTEM ATTCHED
TO UNDERSIDE OF DECK FOR AREA
SHOWN. COORDINATE PROPOSED

LAYOUT WITH ARCHITECT PRIOR TO
INSTALLATION

12.1 12.1

7.38

7.38

7.38

7.38

9.35 TYP

9.35

TYP

9.35

TYP

9.35

9.359.359.35

TYP

X GYP
11' - 0"

125

12.7

E2

U-AE524

ADD
6

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

blalock
PARTN

ERS

54321

D

C

B

A

54321

E

6

6

B
e v

e r
le

y  
Ta

yl
or

 S
o r

en
so

n
Ce

nt
e r

 fo
r t

h e
 A

rt
s

Ut
ah

 S
ha

k e
sp

e a
re

 F
es

t iv
al

 F
ac

i lit
y

So
ut

he
rn

 U
ta

h 
Un

iv
er

si
t y

Ce
da

r C
ity

,  U
ta

h

date:

DFCM project no:

Revisions

First Floor Ceiling
Plan - Area A

U-AE111A

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5First Floor Ceiling Plan - Area A

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

N

NOTES:

1. DUCTWORK PLACEMENT IS CRITICAL. REVIEW & COORDINATE WITH
SECTIONS, INTERIOR DETAILS, & ELEVATIONS.  COORDINATE WITH
MECHANICAL, STRUCTURAL, ARCHITECTURAL, ELECTRICAL, PLUMBING AND
FIRE PROTECTION CONTRACTORS PRIOR TO INSTALLATION. LIGHT
FIXTURES, MECHANICAL DIFFUSERS, DUCTS, GRILLS AND EQUIPMENT
SHOWN ON THE ARCHITECTURAL CEILING PLAN DEMONSTRATE THE
DESIRED INTENT FOR INSTALLATION AND MAY DIFFER SLIGHTLY FROM
MECHANICAL AND ELECTRICAL DRAWINGS. CEILING MOUNTED DEVICES
OCCURRING AT 2x2 CEILING TILE SHALL BE CENTERED WITHIN THE TILE
IT IS INSTALLED IN. IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO
IDENTIFY ANY CONFLICTING INFORMATION AND BRING IT TO THE
ATTENTION OF THE ARCHITECT PRIOR TO SUBMITTING A BID AND PRIOR
TO INSTALLATION. IF A CONFLICT IS FOUND AFTER BIDS HAVE BEEN
SUBMITTED, IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO
COMPLY WITH THE MOST STRINGENT REQUIREMENT, INCLUDING BUT NOT
LIMITED TO QUANTITIES OF ELECTRICAL AND MECHANICAL COMPONENTS.

2. WHERE FINISH SCHEDULE CALLS OUT PAINTED CEILING FINISH, ALL
DUCTWORK, PIPING, AND STRUCTURE (INCLUDING METAL DECKING)
SHALL BE COMPLETELY PAINTED.

3. CONTRACTOR TO ENSURE THAT THERE IS AT LEAST 12" OF CLEARANCE
TO ACCESS VAV BOXES. REFER TO MECHANICAL FOR SPECIFIC
INSTALLATION AND CLEARANCE REQUIREMENTS.

4. WHEREVER CEILING MOUNTED DEVICES ARE REQUIRED IN TONGUE AND
GROOVE CEDAR SIDING SOFFIT (WD 2) INCLUDING BUT NOT LIMITED TO
FIRE SPRINKLERS, SPEAKERS, LIGHT FIXTURES, EXIT SIGNS, AND FIRE
ALARM COMPONENTS, THEY ARE TO BE LOCATED IN THE LINEAR �TECH
ZONE� OPENINGS IN THE FINISHED WOOD PLANE. NO DEVICES ARE
ALLOWED TO BE MOUNTED DIRECTLY TO THE FINISHED WOOD SURFACE.

Addendum 03 2014, June 10
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Addendum 06 2014, June 25
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Bid Documents

 1/8" = 1'-0" A5First Floor Ceiling Plan - Area B

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

N

NOTES:

1. DUCTWORK PLACEMENT IS CRITICAL. REVIEW & COORDINATE WITH
SECTIONS, INTERIOR DETAILS, & ELEVATIONS.  COORDINATE WITH
MECHANICAL, STRUCTURAL, ARCHITECTURAL, ELECTRICAL, PLUMBING AND
FIRE PROTECTION CONTRACTORS PRIOR TO INSTALLATION. LIGHT
FIXTURES, MECHANICAL DIFFUSERS, DUCTS, GRILLS AND EQUIPMENT
SHOWN ON THE ARCHITECTURAL CEILING PLAN DEMONSTRATE THE
DESIRED INTENT FOR INSTALLATION AND MAY DIFFER SLIGHTLY FROM
MECHANICAL AND ELECTRICAL DRAWINGS. CEILING MOUNTED DEVICES
OCCURRING AT 2x2 CEILING TILE SHALL BE CENTERED WITHIN THE TILE
IT IS INSTALLED IN. IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO
IDENTIFY ANY CONFLICTING INFORMATION AND BRING IT TO THE
ATTENTION OF THE ARCHITECT PRIOR TO SUBMITTING A BID AND PRIOR
TO INSTALLATION. IF A CONFLICT IS FOUND AFTER BIDS HAVE BEEN
SUBMITTED, IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO
COMPLY WITH THE MOST STRINGENT REQUIREMENT, INCLUDING BUT NOT
LIMITED TO QUANTITIES OF ELECTRICAL AND MECHANICAL COMPONENTS.

2. WHERE FINISH SCHEDULE CALLS OUT PAINTED CEILING FINISH, ALL
DUCTWORK, PIPING, AND STRUCTURE (INCLUDING METAL DECKING)
SHALL BE COMPLETELY PAINTED.

3. CONTRACTOR TO ENSURE THAT THERE IS AT LEAST 12" OF CLEARANCE
TO ACCESS VAV BOXES. REFER TO MECHANICAL FOR SPECIFIC
INSTALLATION AND CLEARANCE REQUIREMENTS.

4. WHEREVER CEILING MOUNTED DEVICES ARE REQUIRED IN TONGUE AND
GROOVE CEDAR SIDING SOFFIT (WD 2) INCLUDING BUT NOT LIMITED TO
FIRE SPRINKLERS, SPEAKERS, LIGHT FIXTURES, EXIT SIGNS, AND FIRE
ALARM COMPONENTS, THEY ARE TO BE LOCATED IN THE LINEAR �TECH
ZONE� OPENINGS IN THE FINISHED WOOD PLANE. NO DEVICES ARE
ALLOWED TO BE MOUNTED DIRECTLY TO THE FINISHED WOOD SURFACE.

Addendum 03 2014, June 10
Addendum 04 2014, June 17
Addendum 06 2014, June 25



A5

U-AE303

D3

U-AE302

D5

U-AE302

C3

U-AE302

C5

U-AE302

1

2

3

4

5

6

7

9

S

S

T

U

V

8

GYP
8' - 3"

169

GYP
8' - 3"

170

ACT 1
11' - 0"

164

ACT 1
11' - 6 1/2"

159

ACT 1
11' - 6 1/2"

158

ACT 1
11' - 6 1/2"

157

ACT 1
11' - 6 1/2"

156

GYP
9' - 0"

166

ACT 1
10' - 0"

165

ACT 1
11' - 5"

162

ACT 1
11' - 5"

163

GYP
8' - 3"

168

GYP
9' - 6"

168

GYP
8' - 3"

160

S.2

S.1

SEE U-AE112C FOR
CEILING IN THIS AREA

VARIES
EXP

VARIES
EXP

WD 2
9' - 3"

173

GYP.
9' - 0 1/2"

157 - 1592' - 10"

12.1

12.1

1

2

3

4

5

6

7

9

S

S U

V

8

GYP
8' - 3"

169

GYP
8' - 3"

170

GYP
9' - 0"

177D

GYP
9' - 0"

177F

GYP
9' - 0"

177B

ACT 1
9' - 0"

177E

ACT 1
11' - 0"

164

ACT 1
11' - 6 1/2"

159

ACT 1
11' - 6 1/2"

158

ACT 1
11' - 6 1/2"

157

ACT 1
11' - 6 1/2"

156

GYP
9' - 0"

166

ACT 1
10' - 0"

165

ACT 1
11' - 5"

162

ACT 1
11' - 4 1/2"

167

ACT 1
11' - 5"

163

GYP
8' - 3"

168

GYP
9' - 6"

168

WD 3
10' - 8"

174

GYP
8' - 3"

160

ACT 1 2x2 ACOUSTIC
CEILING TILE

ACT 2
"CAPZ" ACOUSTICAL CEILING
CLOUDS. PANEL SIZES AS
INDICATED ON PLANS

GYP GYPSUM BOARD

X GYP 2 LAYERS OF 5/8" TYPE X
GYPSUM BOARD

EXP
EXPOSED TO STRUCTURE. PAINT ALL VISIBLE
PORTIONS OF STRUCUTRAL, MECH AND ELEC
COMPONENTS. REF FINISH SCHEDULE FOR
PAINT COLOR

SC 1
TONGUE & GROOVE CEDAR SIDING WITH
TECHZONE OPENINGS. LIGHTS, SPRINKLERS,
AND SPEAKERS TO OCCUR IN OPENINGS

WD1 WOOD CEILING INSTALLED IN
HERRINGBONE PATTERN

WD 2 TONGUE & GROVE CEDAR SIDING
SOFFIT

S.2

S.1

WD 3 ACOUSTICAL WOOD CEILING

SEE U-AE112C FOR
CEILING IN THIS AREA

ACT 1
9' - 0"

177C

ACT 1
9' - 0"

177A

VARIES
EXP

VARIES
EXP

WD 2
9' - 3"

173

GYP.
9' - 0 1/2"

157 - 1592' - 10"

12.1

12.1

12.1

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

blalock
PARTN

ERS

54321

D

C

B

A

54321

E

6

6

B
e v

e r
le

y  
Ta

yl
or

 S
o r

en
so

n
Ce

nt
e r

 fo
r t

h e
 A

rt
s

Ut
ah

 S
ha

k e
sp

e a
re

 F
es

t iv
al

 F
ac

i lit
y

So
ut

he
rn

 U
ta

h 
Un

iv
er

si
t y

Ce
da

r C
ity

,  U
ta

h

date:

DFCM project no:

Revisions

First Floor Ceiling
Plan - Area C

U-AE111C

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5First Floor Ceiling Plan - Area C

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/8" = 1'-0" A3
First Floor Ceiling Plan - Area C

Alternate 1
NN

NOTES:

1. DUCTWORK PLACEMENT IS CRITICAL. REVIEW & COORDINATE WITH
SECTIONS, INTERIOR DETAILS, & ELEVATIONS.  COORDINATE WITH
MECHANICAL, STRUCTURAL, ARCHITECTURAL, ELECTRICAL, PLUMBING AND
FIRE PROTECTION CONTRACTORS PRIOR TO INSTALLATION. LIGHT
FIXTURES, MECHANICAL DIFFUSERS, DUCTS, GRILLS AND EQUIPMENT
SHOWN ON THE ARCHITECTURAL CEILING PLAN DEMONSTRATE THE
DESIRED INTENT FOR INSTALLATION AND MAY DIFFER SLIGHTLY FROM
MECHANICAL AND ELECTRICAL DRAWINGS. CEILING MOUNTED DEVICES
OCCURRING AT 2x2 CEILING TILE SHALL BE CENTERED WITHIN THE TILE
IT IS INSTALLED IN. IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO
IDENTIFY ANY CONFLICTING INFORMATION AND BRING IT TO THE
ATTENTION OF THE ARCHITECT PRIOR TO SUBMITTING A BID AND PRIOR
TO INSTALLATION. IF A CONFLICT IS FOUND AFTER BIDS HAVE BEEN
SUBMITTED, IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO
COMPLY WITH THE MOST STRINGENT REQUIREMENT, INCLUDING BUT NOT
LIMITED TO QUANTITIES OF ELECTRICAL AND MECHANICAL COMPONENTS.

2. WHERE FINISH SCHEDULE CALLS OUT PAINTED CEILING FINISH, ALL
DUCTWORK, PIPING, AND STRUCTURE (INCLUDING METAL DECKING)
SHALL BE COMPLETELY PAINTED.

3. CONTRACTOR TO ENSURE THAT THERE IS AT LEAST 12" OF CLEARANCE
TO ACCESS VAV BOXES. REFER TO MECHANICAL FOR SPECIFIC
INSTALLATION AND CLEARANCE REQUIREMENTS.

4. WHEREVER CEILING MOUNTED DEVICES ARE REQUIRED IN TONGUE AND
GROOVE CEDAR SIDING SOFFIT (WD 2) INCLUDING BUT NOT LIMITED TO
FIRE SPRINKLERS, SPEAKERS, LIGHT FIXTURES, EXIT SIGNS, AND FIRE
ALARM COMPONENTS, THEY ARE TO BE LOCATED IN THE LINEAR �TECH
ZONE� OPENINGS IN THE FINISHED WOOD PLANE. NO DEVICES ARE
ALLOWED TO BE MOUNTED DIRECTLY TO THE FINISHED WOOD SURFACE.

Addendum 03 2014, June 10
Addendum 04 2014, June 17
Addendum 05 2014, June 20
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DFCM project no:

Revisions

Second Floor
Ceiling Plan - Area
A

U-AE112A

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5Second Floor Ceiling Plan - Area A

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

N

NOTES:

1. DUCTWORK PLACEMENT IS CRITICAL. REVIEW & COORDINATE WITH
SECTIONS, INTERIOR DETAILS, & ELEVATIONS.  COORDINATE WITH
MECHANICAL, STRUCTURAL, ARCHITECTURAL, ELECTRICAL, PLUMBING AND
FIRE PROTECTION CONTRACTORS PRIOR TO INSTALLATION. LIGHT
FIXTURES, MECHANICAL DIFFUSERS, DUCTS, GRILLS AND EQUIPMENT
SHOWN ON THE ARCHITECTURAL CEILING PLAN DEMONSTRATE THE
DESIRED INTENT FOR INSTALLATION AND MAY DIFFER SLIGHTLY FROM
MECHANICAL AND ELECTRICAL DRAWINGS. CEILING MOUNTED DEVICES
OCCURRING AT 2x2 CEILING TILE SHALL BE CENTERED WITHIN THE TILE
IT IS INSTALLED IN. IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO
IDENTIFY ANY CONFLICTING INFORMATION AND BRING IT TO THE
ATTENTION OF THE ARCHITECT PRIOR TO SUBMITTING A BID AND PRIOR
TO INSTALLATION. IF A CONFLICT IS FOUND AFTER BIDS HAVE BEEN
SUBMITTED, IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO
COMPLY WITH THE MOST STRINGENT REQUIREMENT, INCLUDING BUT NOT
LIMITED TO QUANTITIES OF ELECTRICAL AND MECHANICAL COMPONENTS.

2. WHERE FINISH SCHEDULE CALLS OUT PAINTED CEILING FINISH, ALL
DUCTWORK, PIPING, AND STRUCTURE (INCLUDING METAL DECKING)
SHALL BE COMPLETELY PAINTED.

3. CONTRACTOR TO ENSURE THAT THERE IS AT LEAST 12" OF CLEARANCE
TO ACCESS VAV BOXES. REFER TO MECHANICAL FOR SPECIFIC
INSTALLATION AND CLEARANCE REQUIREMENTS.

4. WHEREVER CEILING MOUNTED DEVICES ARE REQUIRED IN TONGUE AND
GROOVE CEDAR SIDING SOFFIT (WD 2) INCLUDING BUT NOT LIMITED TO
FIRE SPRINKLERS, SPEAKERS, LIGHT FIXTURES, EXIT SIGNS, AND FIRE
ALARM COMPONENTS, THEY ARE TO BE LOCATED IN THE LINEAR �TECH
ZONE� OPENINGS IN THE FINISHED WOOD PLANE. NO DEVICES ARE
ALLOWED TO BE MOUNTED DIRECTLY TO THE FINISHED WOOD SURFACE.

Addendum 03 2014, June 10
Addendum 04 2014, June 17
Addendum 05 2014, June 20
Addendum 06 2014, June 25
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Revisions

Second Floor
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B
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28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5Second Floor Ceiling Plan - Area A

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

N

NOTES:

1. DUCTWORK PLACEMENT IS CRITICAL. REVIEW & COORDINATE WITH
SECTIONS, INTERIOR DETAILS, & ELEVATIONS.  COORDINATE WITH
MECHANICAL, STRUCTURAL, ARCHITECTURAL, ELECTRICAL, PLUMBING AND
FIRE PROTECTION CONTRACTORS PRIOR TO INSTALLATION. LIGHT
FIXTURES, MECHANICAL DIFFUSERS, DUCTS, GRILLS AND EQUIPMENT
SHOWN ON THE ARCHITECTURAL CEILING PLAN DEMONSTRATE THE
DESIRED INTENT FOR INSTALLATION AND MAY DIFFER SLIGHTLY FROM
MECHANICAL AND ELECTRICAL DRAWINGS. CEILING MOUNTED DEVICES
OCCURRING AT 2x2 CEILING TILE SHALL BE CENTERED WITHIN THE TILE
IT IS INSTALLED IN. IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO
IDENTIFY ANY CONFLICTING INFORMATION AND BRING IT TO THE
ATTENTION OF THE ARCHITECT PRIOR TO SUBMITTING A BID AND PRIOR
TO INSTALLATION. IF A CONFLICT IS FOUND AFTER BIDS HAVE BEEN
SUBMITTED, IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO
COMPLY WITH THE MOST STRINGENT REQUIREMENT, INCLUDING BUT NOT
LIMITED TO QUANTITIES OF ELECTRICAL AND MECHANICAL COMPONENTS.

2. WHERE FINISH SCHEDULE CALLS OUT PAINTED CEILING FINISH, ALL
DUCTWORK, PIPING, AND STRUCTURE (INCLUDING METAL DECKING)
SHALL BE COMPLETELY PAINTED.

3. CONTRACTOR TO ENSURE THAT THERE IS AT LEAST 12" OF CLEARANCE
TO ACCESS VAV BOXES. REFER TO MECHANICAL FOR SPECIFIC
INSTALLATION AND CLEARANCE REQUIREMENTS.

4. WHEREVER CEILING MOUNTED DEVICES ARE REQUIRED IN TONGUE AND
GROOVE CEDAR SIDING SOFFIT (WD 2) INCLUDING BUT NOT LIMITED TO
FIRE SPRINKLERS, SPEAKERS, LIGHT FIXTURES, EXIT SIGNS, AND FIRE
ALARM COMPONENTS, THEY ARE TO BE LOCATED IN THE LINEAR �TECH
ZONE� OPENINGS IN THE FINISHED WOOD PLANE. NO DEVICES ARE
ALLOWED TO BE MOUNTED DIRECTLY TO THE FINISHED WOOD SURFACE.

Addendum 03 2014, June 10
Addendum 04 2014, June 17
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 1/8" = 1'-0" A5Second Floor Ceiling Plan - Area A

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/8" = 1'-0" A3
Second Floor Ceiling Plan - Area A

Alternate 1
NN

NOTES:

1. DUCTWORK PLACEMENT IS CRITICAL. REVIEW & COORDINATE WITH
SECTIONS, INTERIOR DETAILS, & ELEVATIONS.  COORDINATE WITH
MECHANICAL, STRUCTURAL, ARCHITECTURAL, ELECTRICAL, PLUMBING AND
FIRE PROTECTION CONTRACTORS PRIOR TO INSTALLATION. LIGHT
FIXTURES, MECHANICAL DIFFUSERS, DUCTS, GRILLS AND EQUIPMENT
SHOWN ON THE ARCHITECTURAL CEILING PLAN DEMONSTRATE THE
DESIRED INTENT FOR INSTALLATION AND MAY DIFFER SLIGHTLY FROM
MECHANICAL AND ELECTRICAL DRAWINGS. CEILING MOUNTED DEVICES
OCCURRING AT 2x2 CEILING TILE SHALL BE CENTERED WITHIN THE TILE
IT IS INSTALLED IN. IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO
IDENTIFY ANY CONFLICTING INFORMATION AND BRING IT TO THE
ATTENTION OF THE ARCHITECT PRIOR TO SUBMITTING A BID AND PRIOR
TO INSTALLATION. IF A CONFLICT IS FOUND AFTER BIDS HAVE BEEN
SUBMITTED, IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO
COMPLY WITH THE MOST STRINGENT REQUIREMENT, INCLUDING BUT NOT
LIMITED TO QUANTITIES OF ELECTRICAL AND MECHANICAL COMPONENTS.

2. WHERE FINISH SCHEDULE CALLS OUT PAINTED CEILING FINISH, ALL
DUCTWORK, PIPING, AND STRUCTURE (INCLUDING METAL DECKING)
SHALL BE COMPLETELY PAINTED.

3. CONTRACTOR TO ENSURE THAT THERE IS AT LEAST 12" OF CLEARANCE
TO ACCESS VAV BOXES. REFER TO MECHANICAL FOR SPECIFIC
INSTALLATION AND CLEARANCE REQUIREMENTS.

4. WHEREVER CEILING MOUNTED DEVICES ARE REQUIRED IN TONGUE AND
GROOVE CEDAR SIDING SOFFIT (WD 2) INCLUDING BUT NOT LIMITED TO
FIRE SPRINKLERS, SPEAKERS, LIGHT FIXTURES, EXIT SIGNS, AND FIRE
ALARM COMPONENTS, THEY ARE TO BE LOCATED IN THE LINEAR �TECH
ZONE� OPENINGS IN THE FINISHED WOOD PLANE. NO DEVICES ARE
ALLOWED TO BE MOUNTED DIRECTLY TO THE FINISHED WOOD SURFACE.

Addendum 03 2014, June 10
Addendum 04 2014, June 17
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DFCM project no:

Revisions

Roof Plan

U-AE121

28 May 2014

12218730

Bid Documents

 1/16" = 1'-0" A5Roof Plan
N

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

Addendum 06 2014, June 25
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Bid Documents

 1/16" = 1'-0" C5South Elevation

 1/16" = 1'-0" E5North Elevation - Theatre

 1/16" = 1'-0" D5West Elevation - Theatre

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/16" = 1'-0" D3East Elevation - Theatre

 1/16" = 1'-0" B5East Elevation - Admin

 1/16" = 1'-0" A5West Elevation - Admin
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Balcony Stage
112' - 0"

A5

U-AE301

E

s s

COMPOSITE MATERIAL OPERABLE SHUTTERS WITH
CONTINUOUS PIANO HINGE. PROVIDE DECORATIVE HOLD OPEN
HARDWARE ON OUTSIDE & METHOD TO LATCH SHUTTERS
CLOSED FROM INSIDE. SHUTTERS TO BE CUSTOM COLOR TO
MATCH ARCHITECTS SAMPLE

SOLID WOOD TRIM, PAINTED PT2

ACOUSTICALLY TRANSPARENT FABRIC,
COLOR TO MATCH PT2

6.176.17

6.18

4.1
4.1

7.25

7.25

7.25

7.25

7.25

7.25

7.25 7.25
6.19

7.25

7.327.50

5.31
5.31

1' - 6" 1' - 6"

3' 
- 5

"

U-AE541
E3

Level 2
118' - 7"

Plaza Level
102' - 9"

A5

U-AE301

E

T.O. Tower
149' - 9"

A3
U-AE335

8' 
- 0

"
4' 

- 0
"

3' 
- 1

0"
8' 

- 6
"

8' 
- 0

"
4' 

- 0
"

4' 
- 0

"
6' 

- 0
"

4' - 4 3/4"2' - 6"4' - 0"

153' - 3"

T.O. GUARDRAIL
10"6"16 EQUAL BAYS @  19' - 9 1/2"6"10"

HONED STONE CAP

2x1 TUBE STEEL DIAGONALS, WELDED
TO 3x2 POSTS.  4" MAX CLEAR
BETWEEN DIAGONAL RAILS.

16x4x3/16 TUBE STEEL TOP RAIL,
WELDED TO 3x2 AND 6x6 POSTS

HONED STONE CLADDING

STONE CLADDING
-NOTE: PATTERN
SHOWN IS GENERIC.
ACTUAL PATTERN TO
BE INSTALLED SHALL
BE SAME AS PATTERN
SHOWN ON SITE
WALLS (SEE
ARCHITECTURAL SITE
DETAILS)

NO STONE CLADDING
ABOVE FIRST FLOOR
SOFFIT.  PAINT
CONCRETE PT2

ANGLED STONE VENEER
PIECES AT HEAD, SILL,
AND JAMBS

6x6 TUBE STEEL POSTS
AT FOUR CORNERS OF
TOWER.  POSTS
WELDED TO BOTTOM
STEEL PLATE

6x3-1/2x5/16 STEEL
ANGLE TO TERMINATE
TOP OF STONE.  FASTEN
TO CONCRETE WITH 1/2"
DIAMETER MASONRY
BOLTS @ 16" O.C.
PAINT ANGLE PT2

PAINT EXPOSED
CONCRETE PT2

HH

JJ

HH

ANODIZED ALUMINUM
STOREFRONT
WINDOW

3x2 TUBE STEEL POSTS.  POSTS
WELDED TO BOTTOM STEEL PLATE

1/4" BOTTOM PLATE SECURED TO CONCRETE
WALL (THROUGH STONE) WITH ANCHOR BOLT
AND NUT.

NOTE:  ALL STEEL GUARDRAIL
COMPONENTS EXCEPT TOP RAIL TO
BE POWDER COATED TO MATCH PT2.
TOP RAIL TO BE POWDER COATED
GREY COLOR TO MATCH HIGH ADMIN
ROOF FASCIA.

Level 2
118' - 7"

Plaza Level
102' - 9"

8.8

T.O. Tower
149' - 9"

8.7

A5
U-AE335

153' - 3"

T.O. GUARDRAIL

10"
6"16 EQUAL BAYS @  17' - 9 1/2"6"10"

HONED STONE CAP

NO STONE CLADDING
ABOVE FIRST FLOOR
SOFFIT.  PAINT
CONCRETE PT2

6x3-1/2x5/16 STEEL
ANGLE TO TERMINATE
TOP OF STONE.
FASTEN TO CONCRETE
WITH 1/2" DIAMETER
MASONRY BOLTS @
16" O.C.
PAINT ANGLE PT2

PAINT EXPOSED
CONCRETE PT2

STONE CLADDING
-NOTE: PATTERN
SHOWN IS GENERIC.
ACTUAL PATTERN TO
BE INSTALLED SHALL
BE SAME AS PATTERN
SHOWN ON SITE
WALLS (SEE
ARCHITECTURAL SITE
DETAILS)

STONE SHROUD: 6" DEEP
ANGLED STONE VENEER
PIECES

17' - 0"

3" 3" 16' - 0" 3" 3"

STONE SHROUD: 6" DEEP
ANGLED STONE VENEER
PIECES3"

3"
7' 

- 8
"

3/4" HONED STONE
VENEER OVER 3/4" GROUT

ROLL UP WINDOW
-SEE WINDOW TYPES

ELEVATOR DOOR

3" 3" 3' - 4" 3" 3"

3"
3"

7' 
- 0

"

ELEVATOR DOOR

1-1/2" DIA. DARK BRONZE
ANODIZED ALUMINUM HAND
RAIL - POST MOUNTED

2x1 TUBE STEEL DIAGONALS, WELDED
TO 3x2 POSTS.  4" MAX CLEAR
BETWEEN DIAGONAL RAILS.

16x4x3/16 TUBE STEEL TOP RAIL,
WELDED TO 3x2 AND 6x6 POSTS

6x6 TUBE STEEL POSTS
AT FOUR CORNERS OF
TOWER.  POSTS
WELDED TO BOTTOM
STEEL PLATE

3x2 TUBE STEEL POSTS.  POSTS
WELDED TO BOTTOM STEEL PLATE

1/4" BOTTOM PLATE SECURED TO CONCRETE
WALL (THROUGH STONE) WITH ANCHOR BOLT
AND NUT.

NOTE:  ALL STEEL GUARDRAIL
COMPONENTS EXCEPT TOP RAIL TO
BE POWDER COATED TO MATCH PT2.
TOP RAIL TO BE POWDER COATED
GREY COLOR TO MATCH HIGH ADMIN
ROOF FASCIA.

Level 2
118' - 7"

Plaza Level
102' - 9"

8.8

T.O. Tower
149' - 9"

8.7

A5
U-AE335

153' - 3"

T.O. GUARDRAIL

10"
6" 16 EQUAL BAYS @  17' - 9 1/2" 6" 10"

HONED STONE CAP

NO STONE CLADDING
ABOVE FIRST FLOOR

SOFFIT.  PAINT
CONCRETE PT2

6x3-1/2x5/16 STEEL
ANGLE TO TERMINATE

TOP OF STONE.
FASTEN TO CONCRETE

WITH 1/2" DIAMETER
MASONRY BOLTS @

16" O.C.
PAINT ANGLE PT2

PAINT EXPOSED
CONCRETE PT2

STONE CLADDING
-NOTE: PATTERN

SHOWN IS GENERIC.
ACTUAL PATTERN TO
BE INSTALLED SHALL

BE SAME AS PATTERN
SHOWN ON SITE

WALLS (SEE
ARCHITECTURAL SITE

DETAILS)

STONE SHROUD: 6" DEEP
ANGLED STONE VENEER

PIECES

17' - 8"

3"3"16' - 8"3"3"

STONE SHROUD: 6" DEEP
ANGLED STONE VENEER

PIECES 3"
3"

7' 
- 8

"

3/4" HONED STONE
VENEER OVER 3/4" GROUT

ROLL UP WINDOW
-SEE WINDOW TYPES

ELEVATOR DOOR

3"3"3' - 4"3"3"

3"
3"

7' 
- 2

"

SEE DOOR TYPES

1-1/2" DIA. DARK BRONZE
ANODIZED ALUMINUM HAND

RAIL - POST MOUNTED

2x1 TUBE STEEL DIAGONALS, WELDED
TO 3x2 POSTS.  4" MAX CLEAR

BETWEEN DIAGONAL RAILS.

16x4x3/16 TUBE STEEL TOP RAIL,
WELDED TO 3x2 AND 6x6 POSTS

6x6 TUBE STEEL POSTS
AT FOUR CORNERS OF

TOWER.  POSTS
WELDED TO BOTTOM

STEEL PLATE

3x2 TUBE STEEL POSTS.  POSTS
WELDED TO BOTTOM STEEL PLATE

1/4" BOTTOM PLATE SECURED TO CONCRETE
WALL (THROUGH STONE) WITH ANCHOR BOLT

AND NUT.

NOTE:  ALL STEEL GUARDRAIL
COMPONENTS EXCEPT TOP RAIL TO

BE POWDER COATED TO MATCH PT2.
TOP RAIL TO BE POWDER COATED

GREY COLOR TO MATCH HIGH ADMIN
ROOF FASCIA.

1' 
- 6

" 3' 
- 6

"
9' 

- 0
"

SOLID STONE CAP, TYPICAL
AT TOP OF STONE WALLS

STAIRS
BEYOND

6" STONE CLADDING,
FULLY BACK-BUTTERED

3' 
- 9

"

E5

U-AE524

3' 
- 9

"

3' 
- 6

"

9' 
- 0

"

SOLID STONE CAP, TYPICAL
AT TOP OF STONE WALLS

STAIRS
BEYOND

6" STONE CLADDING,
FULLY BACK-BUTTERED

WALL MOUNTED HANDRAIL
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Revisions

Exterior Elevations

U-AE202

28 May 2014

12218730

Bid Documents

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/4" = 1'-0" D5Outdoor Theater Stage

 1/4" = 1'-0" A5Tower North Elevation
 1/4" = 1'-0" A3Tower East Elevation

 1/4" = 1'-0" A1Tower West Elevation

 1/4" = 1'-0" E2West Wing Wall Elevation

 1/4" = 1'-0" D2East Wing Wall Elevation
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Level 2
118' - 7"

Plaza Level
102' - 9"

A5

U-AE301

E

T.O. Tower
149' - 9"

Catwalk - Low
128' - 10"

Catwalk - High
131' - 10"

A5

U-AE313

A3
U-AE335

C.5 F.5

NOTE: SEATS ARE NOT SHOWN IN THIS VIEW
FOR CLARITY OF THE DRAWING

LIGHT FIXTURE
MOUNTED TO FACE OF
BALCONY SEATING, REF
ELECTRICAL DRAWINGS

OPENINGS FOR
THEATRICAL LIGHTING,
REF, C5/U-AE521

DECORATIVE RAIL TYPE 2 DECORATIVE RAIL TYPE 2

DECORATIVE RAIL TYPE 2DECORATIVE RAIL TYPE 2

DECORATIVE RAIL TYPE 1
BEYOND

DECORATIVE RAIL TYPE 1
BEYOND

C5

U-AE521

ANGLED STONE PIECES AT HEAD,
SILL, AND JAMBS

ADD
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HONED STONE CAP

2x1 TUBE STEEL DIAGONALS, WELDED
TO 3x2 POSTS.  4" MAX CLEAR
BETWEEN DIAGONAL RAILS.
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HERRINGBONE PATTERN.
PANELS TO BE COLOR 1

STEEL BENT PLATE SHROUD.
SEE D4/U-AE512

6" WOOD VENEERED COMPOSITE
PANELS INSTALLED IN
HERRINGBONE PATTERN.
PANELS TO BE COLOR 1
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Level 2
118' - 7"

STEEL BENT PLATE SHROUD.
SEE D4/U-AE512

6" WOOD VENEERED COMPOSITE PANELS
INSTALLED IN HERRINGBONE PATTERN.
PANELS TO BE COLOR 1
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OVERHEAD ROLL
UP WINDOW
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CONTINUES AROUND
WALL SEE D2/U-AE203
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U-AE203

28 May 2014

12218730

Bid Documents

 1/4" = 1'-0" A6Outdoor Theater Orchestra
 1/4" = 1'-0" A2Outdoor Theater East

Addendum 04 2014, June 17
Addendum 06 2014, June 25

 1/4" = 1'-0" C2Concessions 210 - East

 1/4" = 1'-0" D2Concessions 210 - South
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Revisions

Interior Elevations

U-AE211

28 May 2014

12218730

Bid Documents

 1/4" = 1'-0" A5Studio Theatre Dressing Room
 1/4" = 1'-0" A4Studio Theatre Dressing Room

 1/4" = 1'-0" A2Studio Theatre Dressing Room
 1/4" = 1'-0" A1Studio Theatre Dressing Room

 1/4" = 1'-0" C1Theatre Dressing Room
 1/4" = 1'-0" C2Theatre Dressing Room

 1/4" = 1'-0" C4Theatre Dressing Room
 1/4" = 1'-0" C5Theatre Dressing Room

 1/4" = 1'-0" E5Theatre Dressing Room
 1/4" = 1'-0" E4Theatre Dressing Room

 1/4" = 1'-0" E3Theatre Dressing Room
 1/4" = 1'-0" E2Theatre Dressing Room

 1/4" = 1'-0" E1Designer Work Areas

 1/4" = 1'-0" B5Theatre Dressing Room
 1/4" = 1'-0" B4Theatre Dressing Room

 1/4" = 1'-0" B2Theatre Dressing Room
 1/4" = 1'-0" B1Theatre Dressing Room

 1/4" = 1'-0" D5Theatre Dressing Room
 1/4" = 1'-0" D4Theatre Dressing Room

 1/4" = 1'-0" D2Theatre Dressing Room
 1/4" = 1'-0" D1Theatre Dressing Room
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" +
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OPENING FOR OWNER PROVIDED, CONTRACTOR INSTALLED MAILBOXES. FIELD
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ACCOMMODATE THE WEIGHT OF THE MAILBOXES.
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PROVIDE PLUMBING
IN WALL AT THIS
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MAKER IN OWNER
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Rehearsal Level
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2' 
- 1

0"

5 EQ @  7' - 6"PLASTIC LAMINATE
FILLER PANEL
BETWEEN CABINETS

A1

U-AE531

STEEL COLUMN FROM FLOOR
TO CEILING TO SUPPORT
WALL. PAINT PT1, TYP.

CLEAR WESTERN RED CEDAR SIDING INSTALLED IN
HERRINGBONE PATTERN. RANDOMLY USE 1" AND 2"
THICK NOMINAL PLANKS FOR SURFACE
ARTICULATION. INSTALL SMALL PORTION OF ONE
SIDE OF WALL FOR REVIEW AND APPROVAL BY
ARCHITECT PRIOR TO COMPLETING ENTIRE WALL.

E1

U-AE524

Rehearsal Level
102' - 9"

2' 
- 1

0"

6 EQ @  8' - 2" PLASTIC LAMINATE
FILLER PANEL
BETWEEN CABINETS

A1

U-AE531

STEEL COLUMN FROM FLOOR
TO CEILING TO SUPPORT
WALL. PAINT PT1, TYP.

CLEAR WESTERN RED CEDAR SIDING INSTALLED IN
HERRINGBONE PATTERN. RANDOMLY USE 1" AND 2" THICK
NOMINAL PLANKS FOR SURFACE ARTICULATION. INSTALL SMALL
PORTION OF ONE SIDE OF WALL FOR REVIEW AND APPROVAL BY
ARCHITECT PRIOR TO COMPLETING ENTIRE WALL.

E1

U-AE524

Rehearsal Level
102' - 9"

2' 
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0"

SOLID CEDAR
END CAP

TONGUE AND GROOVE
CEDAR SIDING - INSTALLED
IN HERRINGBONE PATTERN

C5

U-AE532

WRAP COUNTERTOP
DOWN TO GROUND

WRAP COUNTERTOP
DOWN TO GROUND

*PROVIDE 6 TOTAL GROMMETS IN
COUNTERTOP. LOCATIONS TBD

STEEL COLUMN FROM FLOOR
TO CEILING TO SUPPORT
WALL. PAINT PT1, TYP.

CLEAR WESTERN RED CEDAR SIDING INSTALLED IN
HERRINGBONE PATTERN. RANDOMLY USE 1" AND 2" THICK
NOMINAL PLANKS FOR SURFACE ARTICULATION. INSTALL SMALL
PORTION OF ONE SIDE OF WALL FOR REVIEW AND APPROVAL BY
ARCHITECT PRIOR TO COMPLETING ENTIRE WALL.

E1

U-AE524

Rehearsal Level
102' - 9"

2' 
- 1

0"

SOLID CEDAR END CAPC5

U-AE532
CLEAR WESTERN RED CEDAR SIDING INSTALLED IN
HERRINGBONE PATTERN. RANDOMLY USE 1" AND 2" THICK
NOMINAL PLANKS FOR SURFACE ARTICULATION. INSTALL SMALL
PORTION OF ONE SIDE OF WALL FOR REVIEW AND APPROVAL
BY ARCHITECT PRIOR TO COMPLETING ENTIRE WALL.

WRAP COUNTERTOP
DOWN TO GROUND

WRAP COUNTERTOP
DOWN TO GROUND

*PROVIDE 6 TOTAL GROMMETS IN
COUNTERTOP. LOCATIONS TBD

STEEL COLUMN FROM FLOOR
TO CEILING TO SUPPORT
WALL. PAINT PT1, TYP.
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Horizontal
Pass Through
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Coordinate locations of pass-
throughs with mechanical and
electrical components on wall

See B3/U-AE-511 for similar
pass through detail.

Plaza Level
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PAINTED GYP BOARD

CENTER OF ELECTRICAL OUTLETS TO
OCCUR 11" ABOVE FINISH FLOOR. TYPICAL
FOR SOUTH GALLERY WALL ONLY

RUBBER BASE

6" TONGUE AND GROOVE
CLEAR WESTERN RED
CEDAR. SEMI-TRANSPARENT
PENETRATING STAIN
SELECTED BY ARCHITECT
FROM MANUFACTURERS
FULL RANGE. PATTERN:
HERRINGBONE

NOTE: ELEVATION BELOW IS ONLY PARTIAL ELEVATION OF THE
SOUTH WALL OF GALLERY 134B. PATTERN, DETAILS AND ART RAIL
TO OCCUR ALONG FULL LENGTH OF WALL APPROXIMATELY 92'.

PROVIDE AND INSTALL ART RAIL DISPLAY SYSTEM
- MANUFACTURER: SYSTEMATIC ART, STYLE:
CEILING MOUNTED SLIM LINE RAIL SYSTEM.
INCLUDE CEILING TRACKS IN SATIN ANODIZED
WITH MATCHING END CAPS; SUPPLY STAINLESS
STEEL COBRA CABLES: QTY 48 @ 96” LONG.
SUPPLY SIDE SCREW CRANE HOOKS: QTY 150.

2 3 4

3/8" THICK STEEL BENT
PLATE SHROUD

3/8" THICK STEEL BENT
PLATE COUNTERTOP

DASHED LINE INDICATES LEG
OF BENT PLATE CONCEALED
IN WALL, TYP

INSIDE FACE OF BENT PLATE
SHROUD TO BE PAINTED PT3
(HIGH GLOSS)

PLATE COUNTERTOP TO
ATTACH TO AJDACENT
CONCESSIONS DESK

CONCESSIONS DESK,
REF B5/U-AE534BOTTOM OF COUNTERTOP TO

BE PAINTED PT3 (HIGH GLOSS)

OUTSIDE FACE OF BENT PLATE
SHROUD IS UNPAINTED

20
' - 

0"

CENTERED ON DOOR

10' - 0"

3' 
- 6

"

CONCESSIONS DESK (APROX. 12' - 6")

AS NEEDED TO CONNECT TO ADJACENT

TOP OF COUNTERTOP
TO BE UNPAINTED

STEEL SHROUD TO BE:

B5

U-AE512

CLEAR WESTERN RED CEDAR SIDING
INSTALLED IN HERRINGBONE PATTERN.
RANDOMLY USE 1" AND 2" THICK NOMINAL
PLANKS FOR SURFACE ARTICULATION.
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date:

DFCM project no:

Revisions

Interior Elevations

U-AE212

28 May 2014

12218730

Bid Documents

 1/4" = 1'-0" A2Plotter Print Graphics - South
 1/4" = 1'-0" A1Plotter Print Graphics - West

 1/4" = 1'-0" B5Flex Space East
 1/4" = 1'-0" B4Company Assistant & Mail West

 1/4" = 1'-0" B3Company Assistant & Mail South

 1/4" = 1'-0" C5Kitchen 134A - West

 1/4" = 1'-0" A3Green Room 167 - South

 1/4" = 1'-0" B1Founder's Room 241 - North

 1/4" = 1'-0" A5Break Room 244 - North
 1/4" = 1'-0" A4Break Room 244 - South

 1/4" = 1'-0" C4Kitchen 134A - South East
 1/4" = 1'-0" C3Kitchen 134A - North East

 1/4" = 1'-0" D5Break Area 134 - North West
 1/4" = 1'-0" D4Break Area 134 - South West

 1/4" = 1'-0" C1Basement Pass Throughs

Addendum 04 2014, June 17
Addendum 06 2014, June 25

 1/4" = 1'-0" E5Gallery 134B - SouthADD
6

 1/4" = 1'-0" D2Lobby 172A - East
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 1/8" = 1'-0" A5Building Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/8" = 1'-0" C5Building Section

 1/8" = 1'-0" E5Building Section
 1/8" = 1'-0" E2Building Section

Addendum 06 2014, June 25
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Building Sections

U-AE302

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" D5Building Section

 1/8" = 1'-0" C3Building Section
 1/8" = 1'-0" C5Building Section

 1/8" = 1'-0" A5Building Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/8" = 1'-0" A3Building Section

 1/8" = 1'-0" D3Building Section
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3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/8" = 1'-0" A5Building Section

 1/8" = 1'-0" C5Building Section
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3.6
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67
3' 

- 5
"

COMPOSITE MATERIAL OPERABLE SHUTTERS
WITH CONTINUOUS PIANO HINGE. PROVIDE
DECORATIVE HOLD OPEN HARDWARE ON OUTSIDE
& METHOD TO LATCH SHUTTERS CLOSED FROM
INSIDE. SHUTTERS TO BE CUSTOM COLOR TO
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Wall Sections
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28 May 2014
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Bid Documents

 1/2" = 1'-0" A5Wall Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

Addendum 03 2014, June 10
Addendum 06 2014, June 25
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5.26

3.1

3.15

23.14

5.35.3

5.3

3.5

5.3
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Control Booth
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date:

DFCM project no:

Revisions

Wall Sections

U-AE312

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Wall Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

Addendum 03 2014, June 10
Addendum 06 2014, June 25
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122' - 7"
T.O. Guardrail

U-AE521
C1

Sim Opp

5.3
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106' - 3"
T.O. Wall

136' - 6 3/8"
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6.10

4.1 107' - 3"
T.O. Guardrail

125' - 1"
T.O. Guardrail
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A2

Sim

5.30

5.30

5.30
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B.O. Guardrail
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DFCM project no:

Revisions

Wall Sections

U-AE313

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Wall Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

Addendum 03 2014, June 10
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date:

DFCM project no:

Revisions

Wall Sections

U-AE314

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Wall Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE
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Level 2
118' - 7"

Plaza Level
102' - 9"
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Catwalk - Low
128' - 10"

Catwalk - High
131' - 10"

BB
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B5
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A4

Sim
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5.1

5.26

5.3

5.26
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5.1
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136' - 6"

117' - 8 1/2"

115' - 8 1/2"

113' - 8 1/2"

111' - 8 1/2"

T.O. Steel

T.O. Steel

T.O. Steel

T.O. Steel

T.O. Steel

T.O. Steel

130' - 9 1/2"
T.O. Steel

128' - 9 1/2"
T.O. Steel

122' - 7"
T.O. Guardrail

5.4

U-AE521
C1

3.16

U-AE524
B6

Opp

U-AE523
E6

63

4.1

6.10

4.1

107' - 3"

125' - 1"

T.O. Guardrail

T.O. Guardrail

5.30

5.30

5.30

5.30

U-AE524
A2

Sim

121' - 3"
B.O. Guardrail

U-AE524
A5

U-AE524
B5

5.29

5.29

3.5

U-AE524
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DFCM project no:

Revisions

Wall Sections

U-AE315

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Wall Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE
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17
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116' - 2 3/8"
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8.7
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3.5

32.9

3.16

7.9

5.3

23.5

64
3.1

5.3

7.8

7.8

Stage/Costume
100' - 0"

Balcony Stage
112' - 0"

Level 2
118' - 7"

Basement
87' - 0"

16

U-AE521
C6

23

U-AE522
B1

U-AE522
A1

3.5

5.3

7.32

5.3

3.16

5.3

5.3

7.35

3.6

3.11

3.6

111' - 5 1/2"
T.O. Steel

130' - 0"
T.O. Wall

23.5

22.19

23.5

23.523.5

3.16

7.17

Level 2
118' - 7"

Plaza Level
102' - 9"

8.2

U-AE522
A1

U-AE521
A4

Sim

3.5

5.1

5.35.35.3

130' - 11 1/8"
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128' - 9 1/2"
T.O. Steel

117' - 8 1/2"
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date:

DFCM project no:

Revisions

Wall Sections

U-AE316

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Wall Section
 1/2" = 1'-0" A4Wall Section

 1/2" = 1'-0" A2Wall Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE
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DFCM project no:

Revisions

Wall Sections

U-AE317

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Wall Section
 1/2" = 1'-0" A3Wall Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE
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date:

DFCM project no:

Revisions

Wall Sections

U-AE318

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Wall Section
 1/2" = 1'-0" A4Wall Section

 1/2" = 1'-0" A1Wall Section

 3/8" = 1'-0" D4Wall Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE
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Revisions

Wall Sections

U-AE319

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Wall Section
 1/2" = 1'-0" A4Wall Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/2" = 1'-0" A2Wall Section
 1/2" = 1'-0" A3Wall Section

Addendum 04 2014, June 17
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date:

DFCM project no:

Revisions

Wall Sections

U-AE320

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Wall Section
 1/2" = 1'-0" A3Wall Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

Addendum 05 2014, June 20
Addendum 06 2014, June 25

 1/2" = 1'-0" D5Wall Section
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DFCM project no:
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Wall Sections

U-AE321

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Wall Section
 1/2" = 1'-0" A4Wall Section

 1/2" = 1'-0" A2Wall Section
 1/2" = 1'-0" A3Wall Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

Addendum 03 2014, June 10
Addendum 05 2014, June 20
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DFCM project no:

Revisions

Wall Sections

U-AE322

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Wall Section
 1/2" = 1'-0" A4Wall Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/2" = 1'-0" A3Wall Section
 1/2" = 1'-0" A2Wall Section
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DFCM project no:

Revisions

Wall Sections

U-AE323

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Wall Section
 1/2" = 1'-0" A4Wall Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/2" = 1'-0" A3Wall Sections
 1/2" = 1'-0" A1Wall Sections
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date:

DFCM project no:

Revisions

Wall Sections

U-AE324

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Wall Section
 1/2" = 1'-0" A4Wall Section

 1/2" = 1'-0" A3Wall Section
 1/2" = 1'-0" A2Wall Section

 1/2" = 1'-0" A1Wall Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE
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U-AE331

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Patron Stair Section 1

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/2" = 1'-0" C5Patron Stair Section 2

 1/2" = 1'-0" A3Patron Stair Section 3
 1/2" = 1'-0" A2Actor Terrace Stair Section

 1/2" = 1'-0" D5Backstage Stair Section

 1/2" = 1'-0" C1Costume Shop Stair

 1/2" = 1'-0" D1Admin Stair Section

 1/2" = 1'-0" E2Loading Dock Stair Section

Addendum 03 2014, June 10
Addendum 06 2014, June 25
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28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A2West Stair Section 2
 1/2" = 1'-0" A5West Stair Section 1

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE
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DFCM project no:

Revisions

Stair Sections

U-AE333

28 May 2014

12218730

Bid Documents

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/2" = 1'-0" A5Studio Theatre Stair Section 1
 1/2" = 1'-0" A3Studio Theatre Stair Section 2

 1/2" = 1'-0" C3Admin Lobby Stair Section 1

 1/2" = 1'-0" E5Admin Lobby Stair Section 2

 1/2" = 1'-0" C5Admin Lobby Stair Section 3
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date:

DFCM project no:

Revisions

Stair and Elevator
Sections

U-AE334

28 May 2014

12218730

Bid Documents

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/2" = 1'-0" A5
Actor Stair and Service Elevator

Section
 1/2" = 1'-0" A2Actor Stair Section
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DFCM project no:

Revisions

Stair and Elevator
Sections

U-AE335

28 May 2014

12218730

Bid Documents

 1/2" = 1'-0" A5Tower Stair and Elevator Section
 1/2" = 1'-0" A3Tower Stair Section

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE
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Plaza Level
102' - 9"

TILE1
Carry tile up wall to nearest height
above 4' using whole tile modules.
Align with joints on adjacent wall.

PT1

TILE1 for full height of north wall in
restroom (Note that this is an adjacent
wall not visible in this view.)

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

1'-6" x 3'-0" 1/4" clear glass frameless mirror with
polished edges. Hold mirrors off of tile by mounting to
qty (2) layers of 3/4" plywood attached to wall.
Continue tile behind mirror so no tile edge is visible.

TILE1
Full height of wall

TILE5

PT5 Plywood
behind mirror

TILE1 for full height of this wall on all three
sides (Note that the north and south sides
of this wall are not visible in this view.)

TILE1 for full height of this wall on all three
sides (Note that the north and south sides
of this wall are not visible in this view.)

TILE1 for full height of south wall in
restroom (Note that this is an adjacent
wall not visible in this view.)

A6

U-AE531

Tile1 at base
underneath
countertop

Plaza Level
102' - 9"

TILE1 for full height of south wall in
restroom (Note that this is an adjacent
wall not visible in this view.)

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

1'-6" x 3'-0" 1/4" clear glass frameless mirror with
polished edges. Hold mirrors off of tile by mounting to
qty (2) layers of 3/4" plywood attached to wall.
Continue tile behind mirror so no tile edge is visible.

TILE1
Full height of wall

TILE5

PT5Plywood
behind mirror

TILE1 for full height of this wall on all three
sides (Note that the north and south sides
of this wall are not visible in this view.)

TILE1 for full height of this wall on all three
sides (Note that the north and south sides
of this wall are not visible in this view.)

TILE1 for full height of north wall in
restroom (Note that this is an
adjacent wall not visible in this view.)

A6

U-AE531

Tile1 at base
underneath
countertop

Plaza Level
102' - 9"

TILE1
Full height of wall

TILE1
Full height of wall

TILE1
Full height of
wall beyond

Plaza Level
102' - 9"

TILE1
Full height of wall

TILE1
Full height of wall

TILE1
Full height of
wall beyond

Plaza Level
102' - 9"

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

1'-6" x 3'-0" 1/4" clear glass frameless mirror with polished
edges. Hold mirrors off of tile by mounting to qty (2) layers
of 3/4" plywood attached to wall. Continue tile behind
mirror so no tile edge is visible.

TILE1
Full height of wall

TILE1
Carry tile up wall to
nearest height
above 4' using whole
tile modules. Align
with joints on
adjacent wall.

TILE4

PT4 Plywood
behind mirror

PT1 TILE1 for full
height of north
wall in restroom
(Note that this is
an adjacent wall
not visible in this
view.)

TILE1 for full height of this wall on all
three sides (Note that the north and
south sides of this wall are not visible
in this view.)

14.515.6
A6

U-AE531

Tile1 at base
underneath
countertop

Plaza Level
102' - 9"

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

1'-6" x 3'-0" 1/4" clear glass frameless
mirror with polished edges. Hold mirrors off
of tile by mounting to qty (2) layers of 3/4"
plywood attached to wall. Continue tile
behind mirror so no tile edge is visible.

TILE1
Full height of wall

TILE1
Carry tile up wall to nearest height
above 4' using whole tile modules.
Align with joints on adjacent wall.

TILE4

PT4 Plywood
behind mirror

PT1

TILE1 for full height of north
wall in restroom (Note that this
is an adjacent wall not visible in
this view.)

TILE1 for full height of this wall on all three
sides (Note that the north and south sides
of this wall are not visible in this view.)

TILE1 for full height of
this wall on all three
sides (Note that the
north and south sides
of this wall are not
visible in this view.)

TILE1 for full height of
south wall in restroom
(Note that this is an
adjacent wall not
visible in this view.)

14.5 15.6
A6

U-AE531

Tile1 at base underneath
countertop

Plaza Level
102' - 9"

TILE1
Full height of wall

TILE1
Full height of wall

TILE1
Full height of
wall beyond

Plaza Level
102' - 9"

TILE1
Full height of wall

TILE1
Full height of wall

TILE1
Full height of
wall beyond

Plaza Level
102' - 9"

14.515.6

Plaza Level
102' - 9"

Tile 1 for full height of wall

Plaza Level
102' - 9"

TILE1 for full height of wall

1'-6" x 3'-0" 1/4" clear glass
frameless mirror with polished
edges. Hold mirrors off of tile by
mounting to qty (2) layers of
3/4" plywood attached to wall.
Continue tile behind mirror so no
tile edge is visible.

Plywood behind mirror

Plaza Level
102' - 9"

Tile 1 for full height of wall

Plaza Level
102' - 9"

Tile 1 for full height of wall
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Bid Documents

typical ADA mounting dimensions E51/4"=1'-0"

 1/4" = 1'-0" A5Men's  Restroom 112 West

 1/4" = 1'-0" B5Men's  Restroom 112 East

 1/4" = 1'-0" C4Men's  Restroom 112 North
 1/4" = 1'-0" C5Men's  Restroom 112 South

 1/4" = 1'-0" C2Women's  Restroom 113 West

 1/4" = 1'-0" D3Women's  Restroom 113 East
 1/4" = 1'-0" D4Women's  Restroom 113 North

 1/4" = 1'-0" D5Women's  Restroom 113 South

 1/4" = 1'-0" C3Lobby 110 West

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

Addendum 03 2014, June 10
Addendum 06 2014, June 25

 1/4" = 1'-0" C1Unisex 109A East

 1/4" = 1'-0" D1Unisex 109A West

 1/4" = 1'-0" E2Unisex 109A So.
 1/4" = 1'-0" E1Unisex 109A No.
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 1/4" = 1'-0" A3Enlarged Theatre Restroom
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Level 2
118' - 7"

TILE1 for full height of this wall on all three
sides (Note that the adjacent sides of this
wall are not visible in this view.)

A6

U-AE531

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

1'-6" x 3'-0" 1/4" clear glass frameless mirror with polished
edges. Hold mirrors off of tile by mounting to qty (2) layers
of 3/4" plywood attached to wall. Continue tile behind
mirror so no tile edge is visible.

TILE1
Full height of wall

TILE5PT1

PT5

Level 2
118' - 7"

TILE1 for full height of this wall on all
sides (Note that the adjacent sides of this
wall are not visible in this view.)

A6

U-AE531

1'-6" x 3'-0" 1/4" clear glass frameless mirror with polished
edges. Hold mirrors off of tile by mounting to qty (2) layers
of 3/4" plywood attached to wall. Continue tile behind
mirror so no tile edge is visible.TILE1

Full height of wall
TILE5

PT1

PT5

Level 2
118' - 7"

TILE1
Full height of wall

TILE1
Full height of wall

TILE1
Full height of
wall beyond

Level 2
118' - 7"

TILE1
Full height of wall

TILE1
Full height of wall

TILE1
Full height of
wall beyond

Level 2
118' - 7"

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

1'-6" x 3'-0" 1/4" clear glass frameless mirror with polished
edges. Hold mirrors off of tile by mounting to qty (2) layers
of 3/4" plywood attached to wall. Continue tile behind
mirror so no tile edge is visible.

TILE1
Full height of wall

TILE4

PT4

PT1

TILE1 for full height of this wall on all three
sides (Note that the north and south sides
of this wall are not visible in this view.)

Tile1 at base
underneath
countertop

A6

U-AE531

Level 2
118' - 7"

TILE1
Full height of wall

TILE1
Full height of wall

TILE1
Full height of
walls beyond

Level 2
118' - 7"

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

1'-6" x 3'-0" 1/4" clear glass frameless mirror with polished
edges. Hold mirrors off of tile by mounting to qty (2) layers
of 3/4" plywood attached to wall. Continue tile behind
mirror so no tile edge is visible.

TILE1
Full height of wall

TILE4

PT4

PT1

TILE1 for full height of this wall on all three
sides (Note that the north and south sides
of this wall are not visible in this view.)

Tile1 at base
underneath
countertop

A6

U-AE531

Level 2
118' - 7"

TILE1
Full height of wall

TILE1
Full height of wall

TILE1
Full height of
wall beyond

U-AE402 D3
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CLEAR
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10.29

3' - 6"

10.1910.1910.19

10.27

15.6

10.18

Stage/Costume
100' - 0"

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

1'-6" x 3'-0" x 1/4" clear glass frameless
mirror with polished edges. Hold mirrors off
of wall by mounting to qty (2) layers of 3/4"
plywood attached to wall. Notch plywood on
back as required at tile edge to allow for
plumb installation.

PT1

TILE 10 or 11 - ref
finish schedule
Carry tile up wall to
nearest height
above 4' using
whole tile modules.
Align with joints on
adjacent wall.

Stage/Costume
100' - 0"

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

PT1

TILE 10 or 11 - ref finish
schedule
Carry tile up wall to nearest
height above 4' using whole
tile modules. Align with joints
on adjacent wall.

Stage/Costume
100' - 0"

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

PT1
TILE 10 or 11 - ref
finish schedule
Carry tile up wall to
nearest height above
4' using whole tile
modules. Align with
joints on adjacent
wall.

Stage/Costume
100' - 0"

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

PT1

TILE 10 or 11 - ref finish
schedule
Carry tile up wall to nearest
height above 4' using whole
tile modules. Align with
joints on adjacent wall.
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Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

1'-6" x 3'-0" x 1/4" clear glass frameless
mirror with polished edges. Hold mirrors off
of wall by mounting to qty (2) layers of 3/4"
plywood attached to wall. Notch plywood on
back as required at tile edge to allow for
plumb installation.

PT1

TILE 10 or 11 - ref
finish schedule
Carry tile up wall to
nearest height
above 4' using
whole tile modules.
Align with joints on
adjacent wall.

FULL HEIGHT TILE
AT SHOWER
STALL WALLS

15.6

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

PT1

TILE 10 or 11 - ref finish
schedule
Carry tile up wall to nearest
height above 4' using whole
tile modules. Align with joints
on adjacent wall.

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

PT1
TILE 10 or 11 - ref
finish schedule
Carry tile up wall to
nearest height above
4' using whole tile
modules. Align with
joints on adjacent
wall.

15.6Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

PT1

TILE 10 or 11 - ref finish
schedule
Carry tile up wall to nearest
height above 4' using whole
tile modules. Align with
joints on adjacent wall.
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 1/4" = 1'-0" A1Balcony Men's Restroom
 1/4" = 1'-0" A5Balcony Women's Restroom

 1/4" = 1'-0" B1Balcony Men's Restroom North
 1/4" = 1'-0" B2Balcony Men's Restroom South

 1/4" = 1'-0" C1Balcony Men's Restroom East
 1/4" = 1'-0" C2Balcony Men's Restroom West

 1/4" = 1'-0" B4Balcony Women's Restroom North
 1/4" = 1'-0" B5Balcony Women's Restroom East

 1/4" = 1'-0" C4Balcony Women's Restroom South
 1/4" = 1'-0" C5Balcony Women's Restroom West

 1/4" = 1'-0" D1Unisex Restroom
 1/4" = 1'-0" D2Unisex Restroom North

 1/4" = 1'-0" D3Unisex Restroom East
 1/4" = 1'-0" D4Unisex Restroom South

 1/4" = 1'-0" D5Unisex Restroom West

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/4" = 1'-0" E1Unisex Restroom
 1/4" = 1'-0" E2Unisex Restroom North

 1/4" = 1'-0" E3Unisex Restroom East
 1/4" = 1'-0" E4Unisex Restroom South

 1/4" = 1'-0" E5Unisex Restroom West

Addendum 03 2014, June 10
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Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

PT1

TILE 10 or 11 - ref finish schedule
Carry tile up wall to nearest height
above 4' using whole tile
modules. Align with joints on
adjacent wall.

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

PT1

TILE 10 or 11 - ref finish schedule
Carry tile up wall to nearest height
above 4' using whole tile
modules. Align with joints on
adjacent wall.

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

PT1

TILE 10 or 11 - ref finish
schedule
Carry tile up wall to nearest
height above 4' using whole
tile modules. Align with joints
on adjacent wall.

1'-6" x 3'-0" x 1/4" clear glass frameless
mirror with polished edges. Hold mirrors off
of wall by mounting to qty (2) layers of 3/4"
plywood attached to wall. Notch plywood on
back as required at tile edge to allow for
plumb installation.

FULL HEIGHT TILE
AT SHOWER
STALL WALLS

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

PT1

TILE 10 or 11 - ref finish schedule
Carry tile up wall to nearest height
above 4' using whole tile
modules. Align with joints on
adjacent wall.

FULL HEIGHT TILE
AT SHOWER
STALL WALLS

Tile 8

Note: Toilet fixtures, toilet partitions, and all toilet and
bath accessories are not shown for clarity of finishes.

1'-6" x 3'-0" 1/4" clear glass framless mirror with polished edges.
Hold mirrors off of tile by mounting to qty (2) layers of 3/4" plywood
attached to wall. Continue tile behind mirror so no tile edge is visible.

Tile 8

Tile 9Tile 8 for full height of this wall on all
three sides. Note that the adjacent
walls are not visible in this view.

Tile 8 Tile 8 for full
height of
adjacent wall

Note: Toilet fixtures, toilet partitions, and all toilet and
bath accessories are not shown for clarity of finishes.

PT1

A3

U-AE532

Tile 8Tile 8, wall
beyond

Tile 8

Note: Toilet fixtures, toilet partitions, and all toilet and
bath accessories are not shown for clarity of finishes.

Tile 8

Tile 8 for full height of this wall on all
three sides. Note that the adjacent
walls are not visible in this view.

Tile 8Tile 8 for full
height of
adjacent wall

Note: Toilet fixtures, toilet partitions, and all toilet and
bath accessories are not shown for clarity of finishes.

PT1

Tile 8

Note: Toilet fixtures, toilet partitions, and all toilet and
bath accessories are not shown for clarity of finishes.

PT1

Tile 8Tile 8, wall
beyond

Tile 8

Note: Toilet fixtures, toilet partitions, and all toilet and
bath accessories are not shown for clarity of finishes.

Tile 8 Tile 8 for full height of this wall on all
three sides. Note that the adjacent
walls are not visible in this view.

Tile 8 for full
height of
adjacent wall

Note: Toilet fixtures, toilet partitions, and all toilet and
bath accessories are not shown for clarity of finishes.

PT1

1'-6" x 3'-0" 1/4" clear glass frameless mirror with
polished edges. Hold mirrors off of tile by mounting
to qty (2) layers of 3/4" plywood attached to wall.
Continue tile behind mirror so no tile edge is visible.

Tile 8 Tile 9Tile 8 for full height of this wall on all
three sides. Note that the adjacent
walls are not visible in this view.

Tile 8

A3

U-AE532

PT1

U-AE403

A2

A3

A4

A5
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Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

PT1

TILE 10 or 11 - ref finish
schedule
Carry tile up wall to nearest
height above 4' using whole
tile modules. Align with joints
on adjacent wall.

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

PT1

TILE 10 or 11 - ref finish
schedule
Carry tile up wall to nearest
height above 4' using whole
tile modules. Align with joints
on adjacent wall.

1'-6" x 3'-0" x 1/4" clear glass frameless
mirror with polished edges. Hold mirrors off
of wall by mounting to qty (2) layers of 3/4"
plywood attached to wall. Notch plywood on
back as required at tile edge to allow for
plumb installation.

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

PT1

TILE 10 or 11 - ref finish
schedule
Carry tile up wall to nearest
height above 4' using whole
tile modules. Align with joints
on adjacent wall.

Note: Toilet fixtures, toilet partitions,
and all toilet and bath accessories are
not shown for clarity of finishes.

PT1

TILE 10 or 11 - ref finish
schedule
Carry tile up wall to nearest
height above 4' using whole
tile modules. Align with joints
on adjacent wall.
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 1/4" = 1'-0" B1Dressing Room Restroom
 1/4" = 1'-0" B2Dressing Room Restroom North

 1/4" = 1'-0" B3Dressing Room Restroom East
 1/4" = 1'-0" B4Dressing Room Restroom South

 1/4" = 1'-0" B5Dressing Room Restroom West

 1/4" = 1'-0" C3
Studio Theatre

Women's Restroom North
 1/4" = 1'-0" C5

Studio Theatre
Women's Restroom East

 1/4" = 1'-0" D3
Studio Theatre

Women's Restroom South
 1/4" = 1'-0" D5

Studio Theatre
Women's Restroom West

 1/4" = 1'-0" E1
Studio Theatre

Men's Restroom North
 1/4" = 1'-0" E2

Studio Theatre
Men's Restroom South

 1/4" = 1'-0" E4
Studio Theatre

Men's Restroom East
 1/4" = 1'-0" E5

Studio Theatre
Men's Restroom West

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/4" = 1'-0" A1Unisex Restroom Plan
 1/4" = 1'-0" A2Unisex Restroom North

 1/4" = 1'-0" A3Unisex Restroom East
 1/4" = 1'-0" A4Unisex Restroom South

 1/4" = 1'-0" A5Unisex Restroom West

 1/4" = 1'-0" C2Studio Theatre Restroom
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 1/4" = 1'-0" A1
Studio Theatre

Dressing Room Restroom
 1/4" = 1'-0" A2

Studio Theatre Dressing Room
Restroom North

 1/4" = 1'-0" A3
Studio Theatre Dressing Room

Restroom  East
 1/4" = 1'-0" A4

Studio Theatre Dressing Room
Restroom  South

 1/4" = 1'-0" A5
Studio Theatre Dressing Room

Restroom   West

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/4" = 1'-0" B1Unisex Restroom Plan
 1/4" = 1'-0" B2Unisex Restroom North

 1/4" = 1'-0" B3Unisex Restroom East
 1/4" = 1'-0" B4Unisex Restroom South

 1/4" = 1'-0" B5Unisex Restroom West

 1/4" = 1'-0" C1Enlarged Studio Concessions
 1/4" = 1'-0" C2Storage 171 - South

 1/4" = 1'-0" C3Storage 171 - East

 1/4" = 1'-0" D5Concessions 210
 1/4" = 1'-0" D3Tickets 164

 1/4" = 1'-0" D2Tickets 164 - West

 1/4" = 1'-0" E1Tickets 164 - North
 1/4" = 1'-0" E2Tickets 164 - East
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 1/4" = 1'-0" C5Studio Concessions - East
 1/4" = 1'-0" C4Studio Concessions - South
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DFCM project no:

Revisions

Enlarged Stair and
Elevator Plans

U-AE411

28 May 2014

12218730

Bid Documents

 1/4" = 1'-0" B3
Enlarged Stair Plan

First Floor - Actor Stair

 1/4" = 1'-0" C3
Enlarged Stair Plan

Second Floor - Actor Stair
 1/4" = 1'-0" C5

Enlarged Stair Plan
Second Floor - Patron Stair

 1/4" = 1'-0" A5
Enlarged Stair Plan

First Floor - Patron Stair
 1/4" = 1'-0" A1

Enlarged Stair Plan
Second Floor - Actor Terrace Stair

 1/4" = 1'-0" C1
Enlarged Stair Plan

Second Floor - Back Stage Stair

 1/4" = 1'-0" D3
Enlarged Stair Plan

First Floor - Studio Theatre Stair
 1/4" = 1'-0" D2

Enlarged Stair Plan
Second Flr - Studio Theatre Stair

 1/4" = 1'-0" D1
Enlarged Stair Plan

First Floor - Costume Shop Stair

 1/4" = 1'-0" E1
Enlarged Stair Plan

First Floor - Admin Stair

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/4" = 1'-0" A3Basement - Actor Stair

 1/4" = 1'-0" E5Enlarged Loading Dock Plan

Addendum 03 2014, June 10
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date:

DFCM project no:

Revisions

Enlarged Stair and
Elevator Plans

U-AE412

28 May 2014

12218730

Bid Documents

 1/4" = 1'-0" A5Second Floor - Admin Lobby Stair

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/4" = 1'-0" D5
Enlarged Stair Plan

West Stair - First Floor

 1/4" = 1'-0" E5
Enlarged Stair Plan

West Stair - Second Floor

 1/4" = 1'-0" C5Basement - West Stair

 1/4" = 1'-0" C3Control Booth

 1/4" = 1'-0" A3Concessions 104

 1/4" = 1'-0" E3Upper Catwalk Access

Addendum 03 2014, June 10
Addendum 06 2014, June 25
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 1/4" = 1'-0" A5Enlarged Ramp Plan

 1/4" = 1'-0" B5Enlarged Ramp Plan
 1/4" = 1'-0" B4Enlarged Ramp Plan

 1/4" = 1'-0" A2Enlarged Ramp Plan

 1/4" = 1'-0" B3Enlarged Ramp Plan



5/8" PAINTED GYPSUM BOARD

2" SPRAY FOAM INSULATION

5/8" FIRE RETARDANT TREATED
EXTERIOR SHEATHING

WEATHER BARRIER

2" MINERAL FIBER RIGID
INSULATION

1" AIR SPACE

RAINSCREEN PANEL

1' - 0 5/8"

1' - 3 1/4"

8" METAL STUD

3" RAINSCREEN SUPPORT CHANNEL

5/8" PAINTED GYPSUM BOARD

2" SPRAY FOAM INSULATION

8" CMU BLOCK

WEATHER BARRIER

2" MINERAL FIBER RIGID
INSULATION

1" AIR SPACE

RAINSCREEN PANEL

3-5/8" METAL STUDS

3" RAINSCREEN SUPPORT
CHANNEL

1' - 5 1/4" 5/8" PAINTED
GYPSUM BOARD

2" SPRAY FOAM
INSULATION

10" CMU BLOCK

WEATHER BARRIER

2" MINERAL FIBER
RIGID INSULATION

1" AIR SPACE

RAINSCREEN PANEL

3-5/8" METAL STUDS

3" RAINSCREEN
SUPPORT CHANNEL

5/8" PAINTED GYPSUM BOARD

2" SPRAY FOAM INSULATION

5/8" FIRE RETARDANT TREATED
EXTERIOR SHEATHING

WEATHER BARRIER

2" MINERAL FIBER RIGID
INSULATION

1" AIR SPACE

RAINSCREEN PANEL

10 5/8"

6" METAL STUD

3" RAINSCREEN SUPPORT CHANNEL

8" CMU BLOCK

METAL LATH

1/2" - 3/4" THICK
SCRATCH COAT

1-1/4" THICK
NATURAL STONE
VENEER

8" CMU BLOCK

3-HR RATED UL DESIGN NO. U901

5/8" PAINTED GYPSUM BOARD

3 5/8" METAL STUDS @ 16" O.C.

5/8" PAINTED GYPSUM BOARD

3 5/8" METAL STUDS @ 16" O.C.

5/8" PAINTED TYPE 'X'
GYPSUM BOARD

3 5/8" METAL STUDS @ 16" O.C.

1-HR RATED UL DESIGN NO. U419

*NOTE: FIRE TAPE AND CAULK
ALL JOINTS AND PENETRATIONS

3 5/8" METAL STUDS @ 16" O.C.

1/2" CEMENT BACKER BOARD

THIN-SET MORTAR BED

THIN-SET CERAMIC TILE -
SEE FINISH SCHEDULE

ACOUSTICAL BATT INSULATION

5/8" PAINTED GYPSUM BOARD

3 5/8" METAL STUDS @ 16" O.C.

1-HR RATED UL DESIGN NO. U404

*NOTE: FIRE TAPE AND CAULK
ALL JOINTS AND PENETRATIONS

1/2" CEMENT BACKER BOARD

THIN-SET MORTAR BED

THIN-SET CERAMIC TILE -
SEE FINISH SCHEDULE

ACOUSTICAL BATT INSULATION

5/8" PAINTED GYPSUM BOARD

4" METAL STUDS @ 16" O.C.

5/8" PAINTED TYPE 'X'
GYPSUM BOARD

4" METAL STUDS @ 16" O.C.

1-HR RATED UL DESIGN NO. U419

*NOTE: FIRE TAPE AND CAULK
ALL JOINTS AND PENETRATIONS

3 5/8" METAL STUDS @ 16" O.C.

1/2" CEMENT BACKER BOARD

THIN-SET MORTAR BED

THIN-SET CERAMIC TILE -
SEE FINISH SCHEDULE

ACOUSTICAL BATT INSULATION

5/8" PAINTED TYPE 'X'
GYPSUM BOARD

5/8" PAINTED GYPSUM BOARD

6" METAL STUDS @ 16" O.C.

5/8" PAINTED GYPSUM BOARD

6" METAL STUDS @ 16" O.C.

3 5/8" METAL STUDS @ 16" O.C.

1/2" CEMENT BACKER BOARD

THIN-SET MORTAR BED

THIN-SET CERAMIC TILE -
SEE FINISH SCHEDULE

ACOUSTICAL BATT INSULATION

5/8" PAINTED TYPE 'X'
GYPSUM BOARD

6" METAL STUDS @ 16" O.C.

1-HR RATED UL DESIGN NO. U419

*NOTE: FIRE TAPE AND CAULK
ALL JOINTS AND PENETRATIONS

5/8" PAINTED TYPE 'X'
GYPSUM BOARD

6" METAL C-H STUDS @ 24" O.C.

1-HR RATED UL DESIGN NO. U415

*NOTE: FIRE TAPE AND CAULK
ALL JOINTS AND PENETRATIONS

1" GYPSUM LINER PANELS

5/8" PAINTED GYPSUM BOARD

8" METAL STUDS @ 16"  O.C.

5/8" PAINTED TYPE 'X'
GYPSUM BOARD

3 5/8" METAL STUDS @ 16"  O.C.

1-HR RATED UL DESIGN NO. U419

*NOTE: FIRE TAPE AND CAULK
ALL JOINTS AND PENETRATIONS

8" CMU BLOCK

5/8" PAINTED GYPSUM BOARD

3-5/8" METAL STUDS
@ 16" O.C.

12" CONCRETE WALL
- SEE STRUCTURAL

1-1/4" THICK NATURAL
STONE CLADDING

1' - 3 1/2"

1/2" CEMENT
BACKER BOARD

10" CMU BLOCK

WEATHER BARRIER

RAINSCREEN PANEL

3-5/8" METAL STUDS

THIN-SET MORTAR BED

THIN-SET CERAMIC
TILE - SEE FINISH
SCHEDULE

9 5/8"

7 5/8"

4 1/4"

4 7/8"

4 7/8"

4 5/8"

5 1/4"

5 1/4"

5 5/8"

5 1/4"

5 1/4"

6 5/8"

7 1/4"

7 1/4"

6 5/8"

9 1/4"

11 7/8"

1' - 2 3/4"

5/8" PAINTED
GYPSUM BOARD

10" CMU BLOCK

3-5/8" METAL STUDS

1' - 6 1/8"

5/8" PAINTED GYPSUM
BOARD

2" SPRAY FOAM
INSULATION

5/8" FIRE RETARDANT
TREATED EXTERIOR
SHEATHING

WEATHER BARRIER

2" MINERAL FIBER RIGID
INSULATION

1" AIR SPACE

RAINSCREEN PANEL

1' - 5 1/4"

6" METAL STUD

3" RAINSCREEN SUPPORT
CHANNEL

*NOTE: ACOUSTICAL BATT
INSULATION @ WALL TYPE 9a

ACOUSTICAL BATT
INSULATION AT TYPE 9a

*NOTE: 6" R-19 MIN. BATT
INSULATION @ WALL TYPE 18a

*NOTE: 6" R-19 MIN. BATT
INSULATION @ WALL TYPE 19a

ACOUSTICAL BATT
INSULATION AT TYPE 18a

BATT INSULATION A
 TYPE 19a

1' - 3 1/8"
5/8" PAINTED
GYPSUM BOARD

3 1/2" R-13 MIN.
BATT INSULATION

10" CMU BLOCK

WEATHER BARRIER

RAINSCREEN PANEL

3-5/8" METAL STUDS

7/8" VERTICAL HAT
CHANNEL @ 24" O.C. -
PAINTED BLACK

1' - 1 1/8"
5/8" PAINTED
GYPSUM BOARD

3 1/2" R-13 MIN.
BATT INSULATION

8" CMU BLOCK

WEATHER BARRIER

RAINSCREEN PANEL

3-5/8" METAL STUDS

7/8" VERTICAL HAT
CHANNEL @ 24" O.C. -
PAINTED BLACK

10 7/8"

10" CMU BLOCK

WEATHER BARRIER

RAINSCREEN PANEL

7/8" VERTICAL HAT
CHANNEL @ 24" O.C. -
PAINTED BLACK

3-HR RATED UL DESIGN NO. U901

3 1/2" R-13 MIN.
BATT INSULATION

7/8" VERTICAL HAT
CHANNEL @ 24" O.C. -
PAINTED BLACK

3-HR RATED UL DESIGN NO. U901

11 1/4"

*NOTE: ACOUSTICAL BATT
INSULATION @ WALL TYPE 21a

ACOUSTICAL BATT
INSULATION @ WALL TYPE 21a

NOTE: COMBINED EFFECTIVE R VALUES
OF SPRAY FOAM INSULATION AND
RIGID INSULATION TO EQUAL R19 MIN.

NOTE:  COMBINED EFFECTIVE R VALUES
OF SPRAY FOAM INSULATION AND RIGID
INSULATION TO EQUAL R19 MIN.

NOTE:  COMBINED EFFECTIVE R VALUES
OF SPRAY FOAM INSULATION AND RIGID
INSULATION TO EQUAL R19 MIN.

NOTE:  COMBINED EFFECTIVE R VALUES
OF SPRAY FOAM INSULATION AND RIGID
INSULATION TO EQUAL R19 MIN.

NOTE:  COMBINED EFFECTIVE R VALUES
OF SPRAY FOAM INSULATION AND RIGID
INSULATION TO EQUAL R19 MIN.

(S
EE

 E
LE

VA
TI

ON
S)

3"
 T

YP
.

STAINLESS STEEL
MASONRY ANCHOR

SECURE TO CONCRETE
WALL PER
MANUFACTURER'S
INSTRUCTIONS

1/4" TOOLED CAULK
JOINT WITH BACKER
ROD.  COLOR TO BE
SELECTED BY
ARCHITECT.
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date:

DFCM project no:

Revisions

Wall Types

U-AE501

28 May 2014

12218730

Bid Documents

Wall Type 013" = 1'-0"

Wall Type 023" = 1'-0"

Wall Type 033" = 1'-0"

Wall Type 043" = 1'-0"

Wall Type 063" = 1'-0"

Wall Type 073" = 1'-0"

Wall Type 083" = 1'-0"

Wall Type 093" = 1'-0"

Wall Type 103" = 1'-0"

Wall Type 113" = 1'-0"

Wall Type 123" = 1'-0"

Wall Type 133" = 1'-0"

Wall Type 143" = 1'-0"

Wall Type 153" = 1'-0"

Wall Type 163" = 1'-0"

Wall Type 173" = 1'-0"

Wall Type 183" = 1'-0"

Wall Type 193" = 1'-0"

Wall Type 203" = 1'-0"

Wall Type 213" = 1'-0"

Wall Type 223" = 1'-0"

Wall Type 233" = 1'-0"

Wall Type 243" = 1'-0"

Wall Type 253" = 1'-0"

Wall Type 263" = 1'-0"

Wall Type 273" = 1'-0"

Wall Type 283" = 1'-0"

Wall Type 293" = 1'-0"

Wall Type 303" = 1'-0"

Addendum 05 2014, June 20

(WALL TYPE NO LONGER USED)



1' - 1 1/8"

5/8" PAINTED GYPSUM BOARD

RAINSCREEN PANEL

3-5/8" METAL STUDS

1' - 3 1/8"

5/8" PAINTED
GYPSUM BOARD

10" CMU BLOCK - PAINT
BLACK @ INTERIOR
RAINSCREEN WALLS

RAINSCREEN PANEL

3-5/8" METAL STUDS

7/8" VERTICAL HAT
CHANNEL @ 24" O.C. -
PAINTED BLACK

1' - 1 7/8"

5/8" PAINTED
GYPSUM BOARD

10" CMU BLOCK

3-5/8" METAL STUDS

8" CMU BLOCK - PAINT
BLACK @ INTERIOR
RAINSCREEN WALLS

7/8" VERTICAL HAT
CHANNEL @ 24" O.C. -
PAINTED BLACK

5/8" PAINTED
GYPSUM BOARD

3-5/8" METAL STUDS

5/8" PAINTED
GYPSUM BOARD

3-5/8" METAL STUDS

ACOUSTICAL BATT
INSULATION

ACOUSTICAL BATT
INSULATION

1' - 1"

11 1/4"

6" CONCRETE

METAL LATH

1/2" - 3/4" THICK
SCRATCH COAT

1-1/4" THICK
NATURAL STONE
VENEER

METAL LATH

1/2" - 3/4" THICK
SCRATCH COAT

1-1/4" THICK
NATURAL STONE
VENEER

10"

6" CONCRETE

METAL LATH

1/2" - 3/4" THICK
SCRATCH COAT

1-1/4" THICK
NATURAL STONE
VENEER

8"

1' - 1 1/8"

5/8" PAINTED GYPSUM BOARD

1/2" CEMENT BACKER
BOARD

3-5/8" METAL STUDS

8" CMU BLOCK

7/8" VERTICAL HAT
CHANNEL

ACOUSTICAL BATT
INSULATION

THIN-SET CERAMIC TILE -
SEE FINISH SCHEDULE

THIN-SET MORTAR BED

1' - 1 3/8"

5/8" PAINTED GYPSUM BOARD

3-5/8" METAL STUDS

8" CMU BLOCK

7/8" VERTICAL HAT
CHANNEL

ACOUSTICAL BATT
INSULATION @ TYPE 39a

*NOTE: ACOUSTICAL BATT
INSULATION @ WALL TYPE 39a

5/8" EXTERIOR GRADE
PLYWOOD SHEATHING -
PAINTED

3-5/8" METAL STUDS

11 1/4"

5/8" PAINTED TYPE 'X'
GYPSUM BOARD

4" METAL C-H STUDS @ 24" O.C.

1" GYPSUM LINER PANELS

11 5/8"

1-HR RATED UL DESIGN NO. U415

*NOTE: FIRE TAPE AND CAULK
ALL JOINTS AND PENETRATIONS

3-5/8" METAL STUDS

5/8" PAINTED TYPE 'X'
GYPSUM BOARD

4" METAL C-H STUDS @ 24" O.C.

1" GYPSUM LINER PANELS

1' - 0 5/8"

1-HR RATED UL DESIGN NO. U415

*NOTE: FIRE TAPE AND CAULK
ALL JOINTS AND PENETRATIONS

3-5/8" METAL STUDS

1' - 4 1/8"

5/8" PAINTED GYPSUM BOARD

3-5/8" METAL STUDS

8" CMU BLOCK

5/8" GYPSUM BOARD

5/8" PAINTED GYPSUM BOARD

ACOUSTICAL BATT INSULATION

3-5/8" METAL STUDS

3 5/8" METAL STUDS @ 16" O.C.

1/2" CEMENT BACKER BOARD

THIN-SET MORTAR BED

THIN-SET CERAMIC TILE -
SEE FINISH SCHEDULE

ACOUSTICAL BATT INSULATION

6 1/8"

5 7/8"

5/8" GYPSUM BOARD

5/8" PAINTED GYPSUM BOARD

5/8" GYPSUM BOARD

5/8" PAINTED GYPSUM BOARD

ACOUSTICAL BATT INSULATION

6" METAL STUDS

10" CMU BLOCK

WEATHER BARRIER

2" MINERAL FIBER RIGID INSULATION

1" AIR SPACE

RAINSCREEN PANEL

3" RAINSCREEN SUPPORT
CHANNEL

5/8" FIRE RETARDANT
TREATED EXTERIOR
SHEATHING

WEATHER BARRIER

2" MINERAL FIBER RIGID
INSULATION

1" AIR SPACE

RAINSCREEN PANEL

3" RAINSCREEN SUPPORT
CHANNEL

6" METAL STUD

10" CMU BLOCK

WEATHER BARRIER

RAINSCREEN PANEL

7/8" VERTICAL HAT
CHANNEL @ 24" O.C. -
PAINTED BLACK

SEE BASE BID FOR WALL TYPE

2" SPRAY FOAM INSULATION

3-5/8" METAL STUDS

5/8" PAINTED GYPSUM BOARD

*PROVIDE INSULATION, METAL
STUDS, AND GYP BOARD AS
PART OF ALTERNATE 1*

VARIES 4 1/4"

3-HR RATED UL DESIGN NO. U901

CONCRETE FOUNDATION
WALL - SEE STRUCTURAL

BATT INSULATION

3-5/8" METAL STUDS

5/8" PAINTED GYPSUM BOARD

VARIES

CONCRETE  WALL - SEE
STRUCTURAL

BATT INSULATION

3-5/8" METAL STUDS

5/8" PAINTED GYPSUM BOARD

1" AIR SPACE

6" METAL STUDS

5/8" EXTERIOR GRADE PLYWOOD
SHEATHING - PAINTED

8" METAL STUDS

5/8" EXTERIOR GRADE PLYWOOD
SHEATHING - PAINTED

9 1/4"

7 1/4"

1' - 1 1/4"

1' - 2 1/4"

10 7/8"

10"

1' - 1"

9 5/8"

8 1/2"

5/8" EXTERIOR GRADE PLYWOOD
SHEATHING - PAINTED

BATT INSULATION

3-5/8" METAL STUDS

5/8" PAINTED TYPE 'X'
GYPSUM BOARD

1' - 2 1/4"

5/8" FIRE RETARDANT
TREATED PLYWOOD

WEATHER BARRIER

7/8" VERTICAL HAT
CHANNEL @ 24" O.C. -
PAINTED BLACK

3/8
"

*NOTE: FIRE TAPE AND CAULK
ALL JOINTS AND PENETRATIONS

3/8
"

5/8" EXTERIOR GRADE PLYWOOD
SHEATHING - PAINTED

BATT INSULATION

6" METAL STUDS

5/8" PAINTED TYPE 'X'
GYPSUM BOARD

5/8" FIRE RETARDANT
TREATED PLYWOOD

WEATHER BARRIER

7/8" VERTICAL HAT
CHANNEL @ 24" O.C. -
PAINTED BLACK

1-HR RATED WALL - SEE NOTE ON
UL DESIGN 419 ON SHEET U-AE504

*NOTE: FIRE TAPE AND CAULK
ALL JOINTS AND PENETRATIONS

5 7/8"

24 GAUGE, PAINTED STEEL
METAL PANEL SYSTEM

BATT INSULATION

3 5/8" METAL STUDS

5/8" PAINTED
GYPSUM BOARD

5/8" FIRE RETARDANT
TREATED PLYWOOD

WEATHER BARRIER

6" METAL STUDS

5/8" PAINTED
GYPSUM BOARD

5/8" PLYWOOD

TONGUE AND GROVE
CEDAR SIDING

4" METAL STUDS

5/8" PLYWOOD

TONGUE AND GROVE
CEDAR SIDING

WEATHER BARRIER

1-HR RATED WALL - SEE NOTE ON
UL DESIGN 419 ON SHEET U-AE504
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date:

DFCM project no:

Revisions

Wall Types

U-AE502

28 May 2014

12218730

Bid Documents

Wall Type 313" = 1'-0"

Wall Type 323" = 1'-0"

Wall Type 333" = 1'-0"

Wall Type 343" = 1'-0"

Wall Type 353" = 1'-0"

Wall Type 363" = 1'-0"

Wall Type 373" = 1'-0"

Wall Type 383" = 1'-0"

Wall Type 393" = 1'-0"

Wall Type 403" = 1'-0"

Wall Type 413" = 1'-0"

Wall Type 423" = 1'-0"

Wall Type 433" = 1'-0"

Wall Type 443" = 1'-0"

Wall Type 453" = 1'-0"

Wall Type 463" = 1'-0"

Wall Type 473" = 1'-0"

Wall Type 483" = 1'-0"

Wall Type 493" = 1'-0"

Wall Type 503" = 1'-0"

Wall Type 513" = 1'-0"

Wall Type 523" = 1'-0"

Wall Type 533" = 1'-0"

Wall Type 543" = 1'-0"

Wall Type 553" = 1'-0"

Wall Type 563" = 1'-0"

Wall Type 573" = 1'-0"

Wall Type 583" = 1'-0"

Wall Type 593" = 1'-0"

Wall Type 603" = 1'-0"



11 1/4"

1-1/4" STONE
VENEER

3/4" THICK TYPE S
SCRATCH COAT

METAL LATH NAILED @
6" O.C. MIN 1-1/4"
PENETRATION
INTO WALL STUDS

6" METAL STUDS

5/8" PLYWOOD
SHEATHING

8" CONCRETE

METAL LATH

1/2" - 3/4" THICK
SCRATCH COAT

1-1/4" THICK
NATURAL STONE
VENEER

METAL LATH

1/2" - 3/4" THICK
SCRATCH COAT

1-1/4" THICK
NATURAL STONE
VENEER

1' - 0"

10" CONCRETE

METAL LATH

1/2" - 3/4" THICK
SCRATCH COAT

1-1/4" THICK
NATURAL STONE
VENEER

METAL LATH

1/2" - 3/4" THICK
SCRATCH COAT

1-1/4" THICK
NATURAL STONE
VENEER

1' - 2"

5/8" GYP - PAINT

8 5/8"

3 5/8" METAL
STUD

3 5/8" R-13 MIN.,
BATT INSULATION

1' - 2"

1-1/4" STONE
VENEER

3/4" THICK TYPE S
SCRATCH COAT

METAL LATH NAILED @
6" O.C. MIN 1-1/4"
PENETRATION
INTO WALL STUDS

8" METAL STUDS

1" PLYWOOD
SHEATHING

7/8" VERTICAL HAT
CHANNEL

5/8" EXTERIOR SHEATHING

WEATHER BARRIER

RAINSCREEN PANEL

6" METAL STUD

7/8" VERTICAL HAT
CHANNEL

5/8" EXTERIOR SHEATHING

WEATHER BARRIER

RAINSCREEN PANEL

3-5/8" METAL STUD

5/8" EXTERIOR SHEATHING -
PAINT TO MATCH ADJACENT
REMOVABLE RAILING

7 7/8"

6 1/8"

5/8" PLYWOOD SHEATHING

CLEAR WESTERN RED CEDAR
SIDING
INSTALLED IN HERRINGBONE
PATTERN.  RANDOMLY USE 1" AND
2" THICK NOMINAL PLANKS FOR
SURFACE ARTICULATION.  SEE
D4/U-AE212 FOR ELEVATION
PATTERN

5/8" GYP BOARD

3-5/8" METAL STUD

1' - 0"

ACOUSTICAL BATT INSULATION
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Wall Types

U-AE503

28 May 2014

12218730

Bid Documents

Wall Type 613" = 1'-0"

Wall Type 623" = 1'-0"

Wall Type 633" = 1'-0"

Wall Type 643" = 1'-0"

Addendum 03 2014, June 10
Addendum 04 2014, June 17
Addendum 06 2014, June 25

Wall Type 653" = 1'-0"

Wall Type 663" = 1'-0"

Wall Type 673" = 1'-0"

Wall Type 683" = 1'-0"

ADD
6
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DFCM project no:
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Rated Assemblies

U-AE504

28 May 2014

12218730

Bid Documents

Addendum 03 2014, June 10
Addendum 04 2014, June 17

UL DESIGN U404UL DESIGN U415UL DESIGN U419UL DESIGN U901

* NOTE: (1) LAYER OF FIRE RETARDANT PLYWOOD  SUBSTITUTED FOR
(1) LAYER OF TYPE 'X' GYPSUM BOARD IN WALL TYPES 56 AND 57 TO PROVIDE
A 1 HOUR RATING.



RAINSCREEN PANEL

7/8" VERTICAL HAT CHANNEL
@ 24" O.C. - PAINTED BLACK

10" CMU BLOCK - PAINT BLACK
WHERE EXPOSED

3/8"

WEATHER BARRIER

WEATHER BARRIER STOPS
AT CORNER

EDGE OF RAMP BELOW

REMOVABLE RAINSCREEN PANEL

7/8" VERTICAL HAT CHANNEL -
PAINT BLACK.  INSTALL ON
BOTH SIDES OF WALL PASS
THROUGH

SEE WALL TYPES

BECKSON SCREW-OUT
DECK PLATE

MODEL #DP60-B
BOTH SIDES

CHAIN W/SWIVEL CLASP
ATTACHED TO BACK OF

DECK PLATE - BOTH SIDES

FIRE PILLOW

6” PIPE OR
CONDUIT SLEEVE

3/8"

3/8"
1' - 0"

16

RAINSCREEN PANEL

7/8” VERTICAL HAT CHANNEL @
24” O.C. - PAINT BLACK
3 5/8” METAL STUDS @ 16” O.C.

BATT INSULATION

5/8” GYP BOARD

10” CMU BLOCK

8” CMU BLOCK

DOWNSPOUT, PAINT TO MATCH
ADJACENT WALL.  DISCHARGE AT
GRADE

OVERHEAD DOOR AND TRACK
WEATHER BARRIER

PAINTED STEEL GUARDRAIL

STEEL CORNER GUARDS 16

7/8” VERTICAL HAT CHANNEL @
24” O.C. - PAINT BLACK

3 5/8” METAL STUDS @ 16” O.C.

5/8” GYP BOARD

8” CMU BLOCK

OVERHEAD DOOR AND TRACK

WEATHER BARRIER

RAINSCREEN PANEL

HOLLOW METAL DOOR FRAME,
SEE DOOR SCHEDULE.

B

5/8” GYP BOARD

3-5/8” METAL STUDS
@ 16” O.C.

7'-1/2" ALUM. CURTAIN
WALL, SEE SCHEDULE

FORMED, PRE-FINISHED 18
GA. ANODIZED ALUMINUM
CAP - COLOR TO MATCH
CURTAIN WALL

2 1
/2"

DOWNSPOUT, SEE
MECHANICAL

DOWNSPOUT NOZZLE

8" CMU BLOCK

3/8" SEALANT & BACKER
ROD, EACH SIDE

BATT INSULATION

7/8" VERTICAL HAT CHANNEL
@ 24" O.C. - PAINTED BLACK

WEATHER
BARRIER

5/8” GYP BOARD

3-5/8” METAL STUDS
@ 16” O.C.

7-1/2" ALUM. CURTAIN
WALL, SEE SCHEDULE

FORMED, PRE-FINISHED 18
GA. ANODIZED ALUMINUM
CAP - COLOR TO MATCH
CURTAIN WALL

GLULAM COLUMN, SEE
STRUCTURAL

T.O. GYP. BOARD
WALL BELOW

2 1
/2"

D

5/8” GYP BOARD

6” METAL STUDS @ 16” O.C.

7-1/2" ALUM. CURTAIN
WALL, SEE SCHEDULE

FORMED, PRE-FINISHED 18 GA.
ANODIZED ALUMINUM CAP -
COLOR TO MATCH CURTAIN WALL

GLULAM COLUMN, SEE
STRUCTURAL

T.O. GYP. BOARD WALL BELOW

2 1
/2"

STEEL COLUMNS, SEE
STRUCTURAL

6” METAL STUDS @
16” O.C.

5/8" PAINTED TYPE
'X' GYPSUM BOARD

OVERHEAD DOOR
AND TRACK

BLOCKING AS REQUIRED

7/8" VERTICAL HAT
CHANNEL @ 24" O.C.
- PAINTED BLACK

5/8" EXTERIOR GRADE
PLYWOOD SHEATHING -
PAINTED

5/8" FIRE RETARDANT
TREATED PLYWOOD

WEATHER BARRIER

HOLLOW METAL
DOOR FRAME, SEE
DOOR SCHEDULE

BATT INSULATION

BECKSON SCREW-OUT
DECK PLATE

MODEL #DP60-B
BOTH SIDES

CHAIN W/SWIVEL CLASP
ATTACHED TO BACK OF

DECK PLATE - BOTH SIDES

FIRE PILLOW

6” PIPE OR
CONDUIT SLEEVE

ADD
6

14.5

SEE WALL TYPES

BECKSON SCREW-OUT DECK PLATE
MODEL #DP60-B BOTH SIDES

CHAIN W/SWIVEL CLASP ATTACHED TO
BACK OF DECK PLATE - BOTH SIDES

FIRE PILLOW

6” PIPE OR CONDUIT SLEEVE

15.6

4-1/2" ALUM. STOREFRONT,
SEE WINDOW SCHEDULE
SEALANT & BACKER
ROD, EACH SIDE

RAINSCREEN PANEL

7/8” VERTICAL HAT CHANNEL
@ 24” O.C. - PAINT BLACK

3 5/8” METAL STUDS
@ 16” O.C.

5/8” GYP BOARD

10” CMU BLOCK

WEATHER BARRIER

BLOCKING AS REQUIRED

5/8” GYP BOARD, PAINT TO
MATCH STOREFRONT

BLOCKING AS REQUIRED

RAINSCREEN PANEL

5/8” GYP BOARD

BATT INSULATION

P

5/8” GYP BOARD

3-5/8” METAL STUDS
@ 16” O.C.

7-1/2" ALUM. CURTAIN
WALL, SEE SCHEDULE

8” CMU BLOCK

FORMED, PRE-FINISHED 18
GA. ANODIZED ALUMINUM
CAP - COLOR TO MATCH
CURTAIN WALL

GLULAM COLUMN, SEE
STRUCTURAL

DOWNSPOUT, SEE
MECHANICAL

STEEL COLUMN, SEE
STRUCTURAL

T.O. GYP. WALL BELOW

2 1
/2"

7-1/2" ALUM. CURTAIN
WALL, SEE SCHEDULE

GLULAM COLUMN, SEE
STRUCTURAL

ANODIZED ALUM. CURTAIN WALL
90-DEGREE BUTT-GLAZED
CORNER MULLION

7-1/2" ANODIZED ALUMINUM
CURTAIN WALL

7-1/2" ANODIZED ALUMINUM
CURTAIN WALL DOOR

INFILL MULLIONS OR 7-1/2"
SQUARE 3-WAY MULLION IF
AVAILABLE FROM CURTAIN
WALL MANUFACTURER

S

RAINSCREEN PANEL

10" CMU BLOCK

2" SPRAY
FOAM INSULATION 5/8" GYP BOARD

3-5/8" METAL STUDS
PAINTED STEEL COLUMN

-REF. STRUCTURAL

7-1/2" ANODIZED ALUMINUM
CURTAIN WALL

BELLOWS TYPE
EXPANSION JOINT

RAINSCREEN PANEL
ON 3" SUPPORT

CHANNEL

2" MINERAL FIBER
RIGID INSULATION

SLIP TYPE
EXPANSION

JOINT COVER

17

S

5/8” GYP BOARD

3-5/8” METAL STUDS
@ 16” O.C.

DOWNSPOUT, SEE
MECHANICAL

10" CMU BLOCK

10" CMU BLOCK

2" MINERAL FIBER
RIGID INSULATION

RAINSCREEN PANEL

WEATHER BARRIER

DOWNSPOUT NOZZLE

3" RAINSCREEN
SUPPORT CHANNEL

3/8"

2" SPRAY FOAM
INSULATION

16

S

4-1/2" ALUM. STOREFRONT,
SEE WINDOW SCHEDULE

7/8” VERTICAL HAT CHANNEL
@ 24” O.C. - PAINT BLACK

3 5/8” METAL STUDS
@ 16” O.C.

10” CMU BLOCK

BLOCKING AS REQUIRED

RAINSCREEN PANEL

5/8” GYP BOARD

HOLLOW METAL DOOR FRAME,
SEE DOOR SCHEDULE

STEEL COLUMN, SEE
STRUCTURAL

8” CMU BLOCK

S

15.6

4 1/2" ANODIZED ALUMINUM
STOREFRONT

ANODIZED ALUM. FRAMED
GLASS DOOR - SEE DOOR
TYPES

BELLOWS TYPE
EXPANSION JOINT

PREFINISHED METAL
EXPANSION JOINT COVER
BOTH SIDES. COLOR TO
MATCH STOREFRONT

STEEL COLUMN - SEE
STRUCTURAL

4 1/2" ANODIZED
ALUMINUM STOREFRONT

1' 
- 0

"

FORMED PREFINISHED 18
GA. METAL. ANODIZED
ALUMINUM COLOR TO
MATCH STOREFRONT

WEATHER BARRIER

BACKER ROD AND SEALANT

FORMED PREFINISHED 18 GA.
METAL. ANODIZED ALUMINUM

COLOR TO MATCH STOREFRONT

5/8" PLYWOOD SHEATHING

T

5 1/8" X 22 1/2" GLULAM COLUMN

7 1/2" ANODIZED ALUMINUM
CURTAIN WALL

BACKER ROD AND SEALANT
BOTH SIDES

4 1/2" ANODIZED ALUMINUM
STOREFRONT

FORMED PREFINISHED 18 GA. METAL.
ANODIZED ALUMINUM COLOR TO
MATCH STOREFRONT

BLOCKING AS REQ'D

T

5/8" FIRE RETARDANT
TREATED EXTERIOR

SHEATHING

2" MINERAL FIBER
RIGID INSULATION

1" AIR SPACE

RAINSCREEN PANEL

WEATHER BARRIER

SEALANT & BACKER
ROD, EACH SIDE

7-1/2" ALUM. CURTAIN
WALL, SEE SCHEDULE

BATT INSULATION

5/8" GYP. BOARD

C-CHANNEL,
PAINTED BLACK

RAINSCREEN PANEL
3/8"

3" RAINSCREEN
SUPPORT CHANNEL

2" SPRAY FOAM
INSULATION

17

V

5/8” GYP BOARD

3-5/8” METAL STUDS
@ 16” O.C.

DOWNSPOUT, SEE
MECHANICAL

8" CMU BLOCK

3" RAINSCREEN
SUPPORT CHANNEL

2" MINERAL FIBER
RIGID INSULATION

RAINSCREEN PANEL

WEATHER BARRIER3/8"

2" SPRAY FOAM
INSULATION 16

U.1

7-1/2" ALUM. CURTAIN WALL,
SEE SCHEDULE

SEALANT & BACKER
ROD, EACH SIDE

WEATHER BARRIER

5/8” GYP BOARD, PAINT TO
MATCH STOREFRONT

BLOCKING AS REQUIRED

RAINSCREEN PANEL

3-5/8” METAL STUDS
@ 16” O.C.

2" MINERAL FIBER RIGID
INSULATION

1" AIR SPACE

C-CHANNEL,
PAINTED BLACK

7/8” VERTICAL HAT CHANNEL
@ 24” O.C. - PAINT BLACK

8" CMU BLOCK

5/8" GYP. BOARD

RAINSCREEN PANEL

2" SPRAY FOAM INSULATION

14

U.1

5/8” GYP BOARD

3-5/8” METAL STUDS
@ 16” O.C.

7-1/2" ALUM. CURTAIN
WALL, SEE SCHEDULE

FORMED, PRE-FINISHED 18
GA. ANODIZED ALUMINUM
CAP - COLOR TO MATCH
CURTAIN WALL

GLULAM COLUMN, SEE
STRUCTURAL

T.O. GYP. BOARD
WALL BELOW
BATT INSULATION

2 1/2"

STEEL COLUMN,
SEE STRUCTURAL

T

5 1/8" X 22 1/2" GLULAM COLUMN

RAINSCREEN PANEL

2" MINERAL FIBER RIGID INSULATION

WEATHER BARRIER

5/8" FIRE RETARDANT PLYWOOD SHEATHING

2" SPRAY FOAM INSULATION

8" METAL STUD

5/8" GYP BD. - PAINTED

10" CMU BLOCK WALL

3 5/8" METAL STUD

5/8" GYP. BD. - PAINTED

1" MALLFRONT GLAZING SYSTEM -
SEE WINDOW TYPES

3 5/8" METAL STUD

10" CMU BLOCK

STAINLESS STEEL STANDOFF

1/2" THK. 3/4" DIA. BLACK
NEOPRENE WASHER

1/4" CONTINUOUS BLACK
RUBBER SOUND SEALS

1 1/2" DIAM. HANDRAIL

1 1/2"
1 1/2"

1/4
"

2"
 T

YP
.

5/8” GYP BOARD

6” METAL STUDS @ 16” O.C.

BATT INSULATION

2" SPRAY FOAM
INSULATION

2" MINERAL FIBER
RIGID INSULATION

1" AIR SPACE

RAINSCREEN PANEL

WEATHER BARRIER

SEALANT & BACKER
ROD, EACH SIDE

7-1/2" ALUM. CURTAIN
WALL, SEE SCHEDULE

C-CHANNEL,
PAINTED BLACK

5/8" FIRE RETARDANT
TREATED EXTERIOR

SHEATHING

6

U
5/8” GYP BOARD

6” METAL STUDS @ 16” O.C.

5/8" FIRE RETARDANT
TREATED EXTERIOR
SHEATHING

2" MINERAL FIBER RIGID
INSULATION

1" AIR SPACE

RAINSCREEN PANEL

WEATHER BARRIER

SEALANT & BACKER
ROD, EACH SIDE
7-1/2" ALUM. CURTAIN
WALL, SEE SCHEDULE

HOLLOW METAL DOOR FRAME,
SEE DOOR SCHEDULE.
STEEL COLUMN, SEE
STRUCTURAL

BATT INSULATION

2" SPRAY FOAM
INSULATION

6

S.2

5/8” GYP BOARD

3'-5/8” METAL STUDS
@ 16” O.C.

BATT INSULATION

5/8” GYP BOARD
2" MINERAL FIBER
RIGID INSULATION

1" AIR SPACE

RAINSCREEN PANEL
WEATHER BARRIER

SEALANT & BACKER
ROD, EACH SIDE

7-1/2" ALUM. CURTAIN WALL,
SEE SCHEDULE

STEEL COLUMN, SEE
STRUCTURAL

BATT INSULATION

3/8"

RAINSCREEN PANEL

C-CHANNEL, PAINTED BLACK

6” METAL STUDS @ 16” O.C.

GLULAM COLUMN, SEE
STRUCTURAL

5/8" FIRE RETARDANT
TREATED EXTERIOR
SHEATHING

2" SPRAY FOAM INSULATION

U

V

5/8” GYP BOARD

3-5/8” METAL STUDS
@ 16” O.C.

DOWNSPOUT, SEE
MECHANICAL

DOWNSPOUT NOZZLE

DOWNSPOUT, SEE
MECHANICAL

DOWNSPOUT NOZZLE

5/8" FIRE RETARDANT TREATED
EXTERIOR SHEATHING

6” METAL STUDS @ 16” O.C.

2" SPRAY FOAM INSULATION

2" MINERAL FIBER RIGID
INSULATION

3" RAINSCREEN SUPPORT
CHANNEL

RAINSCREEN PANEL

FF

JJ

4X10 DECORATIVE WOOD
TIMBER

GLULAM DECORATIVE
COLUMN, 5-1/8" X 22-1/2"

GLULAM DECORATIVE
COLUMN, 5-1/8" X 22-1/2"

DOWNSPOUT WHERE
OCCURS

STEEL COLUMN, SEE
STRUCTURAL

3/4" DIA. THREADED
BOLTS WELDED TO
COLUMN - SEE ENLARGED
ELEVATIONS FOR
LOCATIONS

2' - 0"  TYP.

3-5/8" METAL STUDS

6" METAL STUDS

5/8" EXTERIOR SHEATHING
STONE VENEER OVER
MORTAR

EXPOSED CONCRETE BASE.
ALL SIDES AND TOP TO BE
GROUND POLISHED SMOOTH.
EDGES TO HAVE 1/2" CHAMPHER

LIGHT BOLLARD - REF.
ELECTRICAL.

BOLLARD CENTERED
ON CONCRETE BASE

DFCM approval stamp
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date:

DFCM project no:

Revisions

Plan Details

U-AE511

28 May 2014

12218730

Bid Documents

 1 1/2" = 1'-0" A1Block Wall Plan Detail
 1" = 1'-0" A2Wall Pass Through Detail

 1" = 1'-0" A3Overhead Door Jamb Detail
 1 1/2" = 1'-0" A4Overhead Door Jamb Detail

 1 1/2" = 1'-0" A5Curtain Wall Jamb Detail
 1 1/2" = 1'-0" A6Curtain Wall to Gyp Wall Detail

 1 1/2" = 1'-0" B1Curtain Wall to Gyp Wall Detail
 1" = 1'-0" B2Overhead Door Jamb Detail

 1 1/2" = 1'-0" B3Wall Pass Through Detail
 1" = 1'-0" B4Storefront to Block Wall Detail

 1" = 1'-0" C1Curtain Wall to Block Wall Detail
 1" = 1'-0" C2Curtain Wall Corner Plan Detail

 1" = 1'-0" C3Curtain Wall 3-Way Corner
 1" = 1'-0" C4Expansion Joint Detail

 1" = 1'-0" C5Corner Wall Plan Detail
 1" = 1'-0" C6Storefront to Block Wall Detail

 1 1/2" = 1'-0" D1Expansion Joint @ Storefront
 1 1/2" = 1'-0" D2Curtain Wall to Storefront

 1 1/2" = 1'-0" D3U-AE511/D3
 1" = 1'-0" D4U-AE511/D4

 1" = 1'-0" D5U-AE511/D5
 1" = 1'-0" D6Curtain Wall to Gyp Wall Detail

 1" = 1'-0" E1CMU to Stud Wall Intersection
 1 1/2" = 1'-0" E2CMU Wall @ Mallfront Glass

 1 1/2" = 1'-0" E3Curtain Wall to Gyp Wall Detail
 1 1/2" = 1'-0" E4Curtain Wall to Gyp Wall Detail

 1" = 1'-0" E5Curtain Wall to Gyp Wall Detail
 1" = 1'-0" E6Gyp Wall Detail

 1 1/2" = 1'-0" B6Chevron Glulam To Steel Column

Addendum 05 2014, June 20
Addendum 06 2014, June 25

 3/4" = 1'-0" B5Bollard Concrete Base
ADD

6



S

7-1/2" ALUM. CURTAIN
WALL, SEE SCHEDULE

GLULAM COLUMN, SEE
STRUCTURAL

ANODIZED ALUM. CURTAIN
WALL 90-DEGREE BUTT-
GLAZED CORNER MULLION

STEEL COLUMN, SEE
STRUCTURAL

2

S

GLULAM COLUMN, SEE
STRUCTURAL

RAINSCREEN PANEL

1" AIR SPACE

2" MINERAL FIBER RIGID
INSULATION

BLOCKING AS REQUIRED

C-CHANNEL, PAINTED
BLACK

WEATHER BARRIER

SEALANT & BACKER
ROD, EACH SIDE

7-1/2" ALUM. CURTAIN WALL,
SEE SCHEDULE

RAINSCREEN PANEL

10" CMU BLOCK

3/8"

7/8" HAT CHANNEL,
PAINTED BLACK

2

SEE WALL TYPES

BECKSON SCREW-OUT DECK PLATE
MODEL #DP60-B BOTH SIDES

CHAIN W/SWIVEL CLASP ATTACHED TO
BACK OF DECK PLATE - BOTH SIDES
FIRE PILLOW

6” PIPE OR CONDUIT SLEEVE

STEEL CORNER GUARDS

OVERHEAD DOOR AND TRACK
(ADD ALTERNATE 1)

1

S GLULAM COLUMN, SEE
STRUCTURAL

RAINSCREEN PANEL

1" AIR SPACE

2" MINERAL FIBER RIGID
INSULATION

10" CMU BLOCK

3/8
"

3" RAINSCREEN SUPPORT
CHANNEL

WEATHER BARRIER

RAINSCREEN PANEL

STONE SITE WALL BELOW

1

RAINSCREEN PANEL

C-CHANNEL, PAINTED BLACK

SEALANT & BACKER
ROD, EACH SIDE

7-1/2" ALUM. CURTAIN WALL,
SEE SCHEDULE

1" AIR SPACE

2" MINERAL FIBER RIGID
INSULATION

10" CMU BLOCK

RAINSCREEN PANEL

3/8
"

WEATHER BARRIER

16

EXTENDING SOLID SURFACE
COUNTERTOP - SEE
MILLWORK DETAILS

ROLL-UP WINDOW JAMB

CURTAIN

5"

10" CMU BLOCK - PAINT BLACK
WHERE EXPOSED

WEATHER BARRIER

WEATHER BARRIER
STOPS AT CORNER

RAINSCREEN PANEL

7/8" VERTICAL HAT
CHANNEL @ 24" O.C.

PAINTED BLACK

EDGE OF WALL BELOW

EDGE OF
CONCRETE SLAB

RAINSCREEN PANEL TOP
CAP ON WALL BELOW

EDGE OF STEP UP ROW
CONCRETE PLATFORM

2"

1 1
/2"

1-1/2" DIA. DARK BRONZE ANODIZED
ALUMINUM HANDRAIL - POST MOUNTED

16

WEATHER BARRIER

5/8” GYP BOARD

RAINSCREEN PANEL

8" CMU BLOCK

RAINSCREEN LOUVER VERTICAL CHANNELS
AND BRACKET @ 24" O.C. -BASIS OF DESIGN:
PRODEMA FIXED LOUVER SYSTEM

RAINSCREEN LOUVER BRACKETS
-BASIS OF DESIGN: PRODEMA
FIXED LOUVER SYSTEM

WALL LOUVER - REF. MECHANICAL

BLOCKING AND PLYWOOD SHEATHING
AS REQUIRED BETWEEN WALL LOUVER
AND CMU.  WRAP WEATHER BARRIER
OVER PLYWOOD SHEATHING

BATT INSULATION

3-5/8” METAL
STUDS @ 16” O.C.

7/8” VERTICAL HAT
CHANNEL @ 24” O.C.

- PAINT BLACK

T.O. GYP. BOARD BELOW

17

S

5/8” GYP BOARD

3-5/8” METAL STUDS
@ 16” O.C.
DOWNSPOUT, SEE
MECHANICAL

10" CMU BLOCK

10" CMU BLOCK

2" MINERAL FIBER
RIGID INSULATION

RAINSCREEN PANEL

WEATHER BARRIER

DOWNSPOUT NOZZLE

3" RAINSCREEN
SUPPORT CHANNEL

2" SPRAY FOAM
INSULATION

17

V

5/8” GYP BOARD

3-5/8” METAL STUDS
@ 16” O.C.

DOWNSPOUT, SEE
MECHANICAL

8" CMU BLOCK

3/8" 3" RAINSCREEN
SUPPORT CHANNEL

2" MINERAL FIBER
RIGID INSULATION

RAINSCREEN PANEL

WEATHER BARRIER

2" SPRAY FOAM
INSULATION

V

3-5/8” METAL STUDS @ 16” O.C.

WEATHER BARRIER
2" SPRAY FOAM INSULATION

5/8” GYP BOARD

3" RAINSCREEN SUPPORT CHANNEL

RAINSCREEN PANEL

8" CMU BLOCK

RAINSCREEN LOUVER VERTICAL
CHANNELS AND BRACKET @ 24" O.C.
-BASIS OF DESIGN: PRODEMA FIXED
LOUVER SYSTEM

RUN 2" MINERAL FIBER RIGID
INSULATION BETWEEN RAINSCREEN
LOUVER CHANNELS, EXTENDING TO
EDGE OF WALL OPENING

RAINSCREEN LOUVER BRACKETS
-BASIS OF DESIGN: PRODEMA FIXED
LOUVER SYSTEM

WALL LOUVER - REF. MECHANICAL

METAL FLASHING WITH DRIP EDGE

BLOCKING AND PLYWOOD SHEATHING
AS REQUIRED BETWEEN WALL LOUVER
AND CMU.  WRAP WEATHER BARRIER
OVER PLYWOOD SHEATHING

T.O. GYP. BOARD BELOW U.1

5/8” GYP BOARD

3-5/8” METAL STUDS
@ 16” O.C.

7-1/2" ALUM. CURTAIN
WALL, SEE SCHEDULE

FORMED, PRE-FINISHED 18
GA. ANODIZED ALUMINUM
CAP - COLOR TO MATCH
CURTAIN WALL

GLULAM COLUMN, SEE
STRUCTURAL

2 1/2"

13

U U.1

5/8” GYP BOARD

3-5/8” METAL STUDS
@ 16” O.C.

7-1/2" ALUM. CURTAIN
WALL, SEE SCHEDULE

FORMED, PRE-FINISHED 18
GA. ANODIZED ALUMINUM
CAP - COLOR TO MATCH
CURTAIN WALL

GLULAM COLUMN, SEE
STRUCTURAL

BATT INSULATION

STEEL COLUMN,
SEE STRUCTURAL

2 1/2"

13

3-5/8" METAL STUDS @ 16" O.C.
5/8" GYP. BOARD
1/2" CEMENT BACKER BOARD
THIN-SET MORTAR BED
THIN-SET CERAMIC TILE
- SEE FINISH SCHEDULE

5/8" GYP. BOARD
1" DIA. STAINLESS STEEL
STANDOFF SUPPORT

EDGE OF CONCRETE
TOPPING SLAB
BATT INSULATION

MECHANICAL PLENUM

2"

WT 3x4.5 STEEL POST

STAINLESS STEEL BOLT
1/4" STEEL BASE PLATE,
WELDED TO WT POST

NEOPRENE WASHER
STAINLESS STEEL NUT

1/2" TEMPERED GLASS
INFILL PANELS

1"1/2
"

2"

1 1
/4"

1"x7" ALUMINUM TRIM

T

15.6

3"

1" DIA. STAINLESS STEEL
STANDOFF SUPPORT

WT 3x4.5 STEEL POST

STAINLESS STEEL BOLT

1/4" STEEL BASE PLATE,
WELDED TO WT POST

NEOPRENE WASHER

STAINLESS STEEL NUT

1/2" TEMPERED GLASS
INFILL PANELS

7-1/2" ALUM. CURTAIN
WALL, SEE SCHEDULE

GLULAM
DECORATIVE

COLUMN,
5-1/8" X 22-1/2"

3x6 TUBE

DECORATIVE RAIL - TYPE
1. SEE DETAILS A3 AND
A4 ON SHEET U-AE521.

EXPOSED FASTENER W/
NUTS, COLOR MATCH TO
RAINSCREEN PANEL

1-1/2"x1-1/2" STEEL ANGLE
WELDED TO POST

RAINSCREEN
PANEL -
COLOR 2

1"

1 1
/4"2" 2 1

/4"

2"

1"x7" ALUMINUM TRIM

16

T

7-1/2" ALUM. CURTAIN WALL,
SEE SCHEDULE

SEALANT & BACKER
ROD, EACH SIDE

WEATHER BARRIER

5/8” GYP BOARD, PAINT TO
MATCH STOREFRONT

BLOCKING AS REQUIRED

3-5/8” METAL STUDS
@ 16” O.C.

2" MINERAL FIBER RIGID
INSULATION

C-CHANNEL, PAINTED BLACK

7/8” VERTICAL HAT CHANNEL
@ 24” O.C. - PAINT BLACK

8" CMU BLOCK

RAINSCREEN PANEL

RAINSCREEN
PANEL

1" AIR
SPACE

5/8” GYP. BOARD
2" SPRAY FOAM INSULATION

6

U

V

3/8"

5/8" FIRE RETARDANT TREATED
EXTERIOR SHEATHING
2" MINERAL FIBER RIGID INSULATION

1" AIR SPACE
RAINSCREEN PANEL

SEALANT & BACKER ROD, EACH SIDE

7-1/2" ALUM. CURTAIN WALL,
SEE SCHEDULE

C-CHANNEL, PAINTED BLACK

(2) LAYERS 5/8” GYP BOARD

6” METAL STUDS @ 16” O.C.

WEATHER BARRIER

2" SPRAY FOAM INSULATION

STEEL COLUMN, SEE
STRUCTURAL

BATT INSULATION

5/8” GYP BOARD

3" RAINSCREEN SUPPORT
CHANNEL

2

7-1/2" ALUM. CURTAIN WALL,
SEE SCHEDULE

SEALANT & BACKER
ROD, EACH SIDE

WEATHER BARRIER

5/8” GYP BOARD, PAINT TO
MATCH STOREFRONT

BLOCKING AS REQUIRED

2" MINERAL FIBER RIGID
INSULATION

C-CHANNEL, PAINTED BLACK

7/8” VERTICAL HAT CHANNEL
@ 24” O.C. - PAINT BLACK

8" CMU BLOCK

RAINSCREEN PANEL

RAINSCREEN PANEL

1" AIR
SPACE

2

ANODIZED ALUMINUM
DOUBLE HUNG WINDOW -
SEE WINDOW TYPES

BACKER ROD AND SEALANT
BOTH SIDES

SEE WALL TYPES

8" CMU BLOCK

2" SPRAY FOAM INSULATION

5/8" GYP. BD. - PAINTED

3-5/8" METAL STUDS @ 16" O.C.

1/2" THICK STEEL BENT PLATE,
GALVANIZED AND POWDER
COATED TO MATCH
ARCHITECTS SAMPLE

9 1/4"

9 1
/4"

3/8" DIAMETER BOLTS, DRILL
AND EPOXY INTO CMU WALL.
BOLTS TO OCCUR 24" ON
CENTER VERTICALLY

NOTE: HEAD DETAIL IS SIM

CLEAR WESTERN RED CEDAR
SIDING

PLYWOOD SHEATHING

HOLLOW METAL DOOR
FRAME, PAINTED BLACK

COORDINATE EDGE OF SIDING
TO ALLOW DOOR TO OPEN
FULLY

3/8" THICK STEEL BENT PLATE

2' 
- 1

 1/
4"

1' - 4"

PROVIDE ADDITIONAL
FRAMING FOR SHROUD

PAINT INSIDE FACE OF SHROUD
PT3 (HIGH GLOSS)

OUTISIDE FACE OF SHROUD
UNPAINTED

1' - 0"

5/8" GYP BOARD

3 5/8" METAL STUDS

ACOUSTICAL BATT INSULATION

ALUMINUM "J" REGLET

5/8" PLYWOOD SHEATHING

CLEAR WESTERN RED CEDAR
SIDING INSTALLED IN HERRINGBONE
PATTERN. RANDOMLY USE 1" AND
2" THICK NOMINAL PLANKS FOR
SURFACE ARTICULATION.  SEE
D4/U-AE212 FOR ELEVATION PATTERN.

1' 
- 0

"

1/2" TEMPERED GLASS INFILL PANELS

1/4" STEEL BASE PLATE, WELDED
TO
WT POST
STAINLESS STEEL BOLT

WT 3x4.5 STEEL POST

1" DIA. STAINLESS STEEL
STANDOFF
SUPPORTS

3/4" NEOPRENE WASHER

STAINLESS STEEL NUT

4"

1/4
"

3"3/4"
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date:

DFCM project no:

Revisions

Plan Details

U-AE512

28 May 2014

12218730

Bid Documents

 1 1/2" = 1'-0" A1Curtain Wall Corner Plan Detail
 1" = 1'-0" A2Curtain Wall to Block Wall Detail

 1" = 1'-0" A3Overhead Door Jamb Detail
 1" = 1'-0" A4Wall Corner Plan Detail

 1" = 1'-0" A5Curtain Wall to Block Wall Detail

 1 1/2" = 1'-0" B1Concessions Window Jamb Detail
 1 1/2" = 1'-0" B2Block Wall Plan Detail

 1" = 1'-0" B3Handrail Plan Detail
 1 1/2" = 1'-0" B4Rainscreen Louver Jamb Detail

 1" = 1'-0" B6Corner Wall Plan Detail

 1" = 1'-0" C1Corner Wall Plan Detail
 1" = 1'-0" C2Rainscreen Louver Jamb Detail

 1 1/2" = 1'-0" C3Curtain Wall to Gyp Wall Detail
 1" = 1'-0" C4Curtain Wall to Gyp Wall Detail

 1 1/2" = 1'-0" C5Guardrail Plan Detail
 1 1/2" = 1'-0" C6Guardrail Plan Detail

 1 1/2" = 1'-0" D1Curtain Wall to Block Wall Detail
 1" = 1'-0" D2Curtain Wall to Gyp Wall Detail

 1 1/2" = 1'-0" D3Curtain Wall to Block Wall Detail

 1 1/2" = 1'-0" A6Window Jamb Plan Detail

Addendum 05 2014, June 20
Addendum 06 2014, June 25

 1 1/2" = 1'-0" D4Shroud Plan Detail

ADD
6

 1 1/2" = 1'-0" B5Shroud @ Studio Lobby Wall
ADD

6

 1 1/2" = 1'-0" D5Plan Detail
 6" = 1'-0" D6Typ Glass Guardrail Detail



1/2" SYNTHETIC SLATE

30# FELT LAYER

SELF ADHERED MEMBRANE

5/8" PLYWOOD SHEATHING

1-1/2" METAL DECK
-REF. STRUCTURAL

STEEL JOIST
-REF. STRUCTURAL

9 1/2" BATT
INSULATION - R30

Level 2
118' - 7"

EQUAL EQUAL EQUAL

APPROX 6' TYP. (LENGTH VARIES - SEE DIMENSION PLANS)

3X6 TUBE STEEL POST. GRID
SMOOTH ALL EDGES.

2x4 TUBE STEEL TOP RAIL.
GRIND SMOOTH ALL EDGES.

RAINSCREEN (FINISH ON BOTH
SIDES) PANELS - COLOR 2.
FASTEN TO 2x2 INTERMEDIATE
TUBE STEEL POSTS AND
THROUGH BOLT TO ANGLES
WELDED TO 3x6 TUBE STEEL
POSTS.

2x2 INTERMEDIATE TUBE STEEL
POSTS BEHIND PANELS @
APPROX. 24" O.C.

3" WIDE 1/8" THICK PLATE STEEL
DIAGONAL MEMBERS SCREWED
TO 2x2 INTERMEDIATE TUBE
STEEL POSTS

1/8" THICK PLATE STEEL WELDED
TO TUBE STEEL ON ALL SIDES

2x4 TUBE STEEL BOTTOM RAIL

2x2 TUBE STEEL

1 1/2 x 2 TUBE STEEL

2x4 TUBE STEEL TOE RAIL

1 1/2 x 1 1/2 STEEL ANGLES
BEHIND PANELS, WELDED TO
3x6 TUBE STEEL POSTS

EXPOSED FASTENERS, TYP.
COLOR MATCH TO
RAINSCREEN PANEL.

STEEL PLATE BEHIND PANEL

Level 2
118' - 7"

3" METAL DECK
-REF. STRUCTURAL

3 1/2" CONCRETE
-REF. STRUCTURAL

MONOLITHIC WATERPROOFING
MEMBRANE WITH PROTECTION
SHEET

PAVER OVER
PEDESTAL SYSTEM

1 1/2" PAVER

STEEL BEAM
-REF. STRUCTURAL

TONGUE AND GROOVE CEDAR
SOFFIT

3x6 TUBE STEEL POST.
GRIND SMOOTH ALL EDGES.

RAINSCREEN (FINISH ON BOTH
SIDES) PANELS - COLOR 2.  FASTEN
TO 2x2 INTERMEDIATE TUBE STEEL
POSTS AND THROUGH BOLT TO
ANGLES WELDED TO 3x6 TUBE
STEEL POSTS.

STEEL PLATE WELDED TO
STEEL ANGLE; 3x6 POSTS
BOLT TO PLATE

EDGE LIP FORMED USING
WOOD BLOCKING. WRAP
MEMBRANE OVER LIP TO
CREATE CONTINUOUS SEAL

2x2 INTERMEDIATE TUBE STEEL
POSTS @ APPROX. 24" O.C.

4' 
- 0

"
4' 

- 0
"

2"

CONTINUOUS SOFFIT OPENING

2x4 TUBE STEEL TOP RAIL.
GRIND SMOOTH ALL EDGES.

*NOTE: ALL STEEL COMPONENTS
TO BE PAINTED PT2

EQ
UA

L
EQ

UA
L

EQ
UA

L

STEEL KICKER
-REF. STRUCTURAL

1/2"

1' 
- 4

"

2x2 TUBE STEEL

1/8" PLATE STEEL WELDED TO
TUBE STEEL ON ALL SIDES

2x4 TUBE STEEL TOE RAIL

2" 2" 2"

2x4 TUBE STEEL BOTTOM RAIL

1/8" PLATE STEEL DIAGONAL
MEMBERS SCREWED TO 2x2
INTERMEDIATE TUBE STEEL
POSTS

1 1/2 x 2 TUBE STEEL

2x2 STEEL ANGLE BRACE @
EVERY 3x6 POST

Level 2
118' - 7"

3" METAL DECK
-REF. STRUCTURAL

3 1/2" CONCRETE
-REF. STRUCTURAL

MONOLITHIC
WATERPROOFING
MEMBRANE WITH
PROTECTION SHEET.
WRAP UP WALL BEHIND
SCRATCH COAT

6" XPS (EXTRUDED
POLYSTYRENE)
INSULATION - R30

5/8" PLYWOOD
SHEATHING

FILTER FABRIC
OVER GRAVEL

PAVER PEDESTAL
SYSTEM (HEIGHT

VARIES ALONG
SLOPED DECK)

1 1/2" PAVER

6" METAL STUD

2" STONE CAP
(SLOPED)

1-1/4" STONE
VENEER

3' 
- 0

"

STEEL BEAM
-REF. STRUCTURAL

3" GRAVEL BALLAST

DRAINAGE MAT

METAL LATH NAILED
@ 6" O.C. MIN 1-1/4"
PENETRATION INTO
WALL STUDS

3/4" THICK TYPE S
SCRATCH COAT

6"

LIGHT BOLLARD
-REF. ELECTRICAL

EXPOSED
CONCRETE BASE.
ALL SIDES AND TOP
TO BE GROUND
POLISHED SMOOTH.
EDGES TO HAVE 1/2"
CHAMPHER

ELECTRICAL
CONDUIT

ANCHOR BOLTS PER
MANUFACTURER'S

INSTRUCTIONS

EPOXY/DOWELS
CONNECTING BASE

TO CONCRETE DECK

Level 2
118' - 7"

3" METAL DECK
-REF. STRUCTURAL

3 1/2" CONCRETE
-REF. STRUCTURALMONOLITHIC WATERPROOFING

MEMBRANE WITH PROTECTION
SHEET. WRAP UP WALL BEHIND
MORTAR BED

6" XPS (EXTRUDED
POLYSTYRENE)
INSULATION - R30

THROUGH WALL
OPENING @ 8'-0"
O.C. ALONG ENTIRE
LENGTH OF WALL.
APPLY MONOLITHIC
MEMBRANE ON ALL
SIDES OF OPENING.

5/8" PLYWOOD
SHEATHING

FILTER FABRIC
BELOW GRAVEL

1 1/2" PAVER

6" METAL STUD

2" STONE CAP
(SLOPED)

1-1/4" STONE
VENEER

STEEL BEAM
-REF. STRUCTURAL

PAVER PEDESTAL SYSTEM
(HEIGHT VARIES ALONG
SLOPED DECK)

3" GRAVEL BALLAST

2" STONE CAP

DRAINAGE MAT

METAL LATH NAILED
@ 6" O.C. MIN 1-1/4"
PENETRATION INTO
WALL STUDS

3/4" THICK TYPE S
SCRATCH COAT

Plaza Level
102' - 9"

111' - 4 1/4"

6' 
- 2

 1/
4"

  C
ON

CR
ET

E 
RO

UG
H 

OP
EN

IN
G

1/2
"

10
 3/

4"
4' 

- 4
"

11
"

CONCRETE WALL
-REF. STRUCTURAL

BUILT-IN MILLWORK

1' - 2 3/4"

STAINLESS STEEL COUNTERTOP
OVER PLYWOOD SUBSTRATE

OVERHEAD ROLL UP WINDOW

OVERHEAD ROLL UP WINDOW HOOD.
COORDINATE CONCRETE ROUGH
OPENING WITH REQUIRED HOOD WIDTH.

T.O. CONCRETE ROUGH OPENING

4' 
- 4

"
3' 

- 4
"

8 3
/4"

1' 
- 0

"

2" THICK STONE LINTEL

PLYWOOD OVER 16 GAUGE 3-5/8" METAL
STUDS

1 1/4" STONE CLADDING - SEE WALL
TYPES

STAINLESS STEEL
MASONRY ANCHOR

RISER MOUNTED THEATER SEAT

1-1/2" DIA. HANDRAIL AND SUPPORTING POST - DARK
BRONZE ANODIZED ALUMINUM

1' - 10"

2' - 0"

4"
1' 

- 8
"  

OP
EN

IN
G

3 7
/8"

2' - 8"

5"
2"

1' 
- 4

"
2"

1"

2' 
- 2

"

1' - 4"

112' - 3"
T.O. TUBE STEEL

T.O. TUBE STEEL

CASE BOX LOCKING 3.5" LONG STAINLESS STEEL TOGGLE
LATCH HASP WITH STRIKE AND HOLE FOR PAD LOCK

CONTINUOUS 2x4 TUBE
STEEL TOP RAIL, PAINT PT2

2x4 TUBE STEEL BOTTOM RAIL,
PAINT PT2.  BOTTOM RAILS SPAN

BETWEEN TUBE STEEL POSTS

WOOD VENEERED COMPOSITE PANEL
SYSTEM (16" TALL x APPROX 24" WIDE)
WITH EXPOSED FASTENERS, COLOR 1,

TYP.

3-5/8" GALVANIZED METAL
STUDS @  24" O.C.  PAINT PT2

2x4 TUBE STEEL POSTS @ 6'-0"
O.C.; POSTS TERMINATE AT

UNDERSIDE OF TOP RAIL.  CAULK
BETWEEN CONCRETE AND POST

NOTE: CONTRACTOR HAS OPTION TO HANG/BRACE CEDAR SOFFIT USING METAL STUD
BRACING (PAINTED TO MATCH STRUCTURE) IN LIEU OF T-GRID SYSTEM, INCLUDING USING
FRTW PLYWOOD SUBSTRATE TO FASTEN CEDAR SOFFIT PLANKS TO.  REQUIREMENTS
FOR CLEAN BRACING/ATTACHMENTS ADJACENT TO SOFFIT OPENINGS STILL APPLY.

18 GAUGE 1-5/8" GALVANIZED METAL STUD FRAMED
ACCESS PANEL WITH WOOD VENEERED COMPOSITE
PANEL TOP (COLOR 1)

STAINLESS STEEL LOCKING SUPPORT ARM

THEATRICAL LIGHTING OUTLET DEVICE IN OUTDOOR
RATED ENCLOSURE - REF. ELECTRICAL AND THEATER
DRAWINGS

1.5" NOMINAL (1.9" O.D.) STL PIPE, ALLOW 50 LBS/LN FT

STAINLESS STEEL PIANO HINGE

WOOD VENEERED COMPOSITE PANEL SYSTEM WITH
EXPOSED FASTENERS, COLOR 1, TYP.

METAL FLASHING, OVERLAPPING INTO GUTTER.  DO NOT
SEAL BETWEEN FLASHING AND BOTTOM OF CONCRETE
IN ORDER TO ALLOW DRAINAGE FROM DRAIN MAT

CONTINUOUS GUTTER AROUND BALCONY RAIL. HIGH POINT
OF GUTTER AT GRID E; SLOPE @ 1/8" PER FOOT. GUTTER
CONTINUES AROUND TO STAGE WING WALLS, CONNECTS
TO PIPE PENETRATING WALL AND CONNECTING TO
DRAINAGE PIPES FROM GUTTER SYSTEMS ABOVE.

THEATRICAL LIGHT FIXTURE WITH SUPPORTING BRACKET
AND CLAMP (NOT IN CONTRACT).

1" METAL GRATING

3-5/8" GALVANIZED METAL STUDS, TYP.

2 1/2" x 2 1/2" TUBE STEEL OUTRIGGERS - REF.
STRUCTURAL

WOOD VENEERED COMPOSITE PANEL SYSTEM WITH
EXPOSED FASTENERS, COLOR 1, TYP.

TUBE STEEL BEAM - REF. STRUCTURAL

1" WIDE x 3/8" THICK CEDAR TRIM PIECE,
FINISH NAILED TO CEDAR SOFFIT.  TRIM
TYPICAL AT ALL SOFFIT EDGES.

TONGUE AND GROOVE CEDAR SOFFIT

PAINTED T-GRID SUPPORTS @ 4' O.C. BOTH
DIRECTIONS WITH METAL CLIP TO TONGUE
AND GROOVE SOFFIT.  T-GRID SUPPORTED BY
WIRE AND SPLAY SEISMIC BRACING (SEE NOTE,
TO LEFT, REGARDING OPTIONAL SUPPORT).

LIGHT FIXTURE / FIRE SPRINKLER, WHERE
OCCURS.  BOTTOM OF FIXTURES FLUSH
WITH BOTTOM OF SOFFIT.

(2) 1" WIDE x 3/8" THICK CEDAR MITERED TRIM
PIECES, FINISH NAILED TO CEDAR SOFFIT.
TYPICAL AT ALL ANGLED SOFFIT EDGES.

SUPPORTS ADJACENT TO SOFFIT
OPENING TO BE INSTALLED CLEANLY
WITHOUT LOOSE OR FRAYED WIRES.

3/8" THICK CEDAR TRIM PIECES AT SOFFIT
OPENING, FASTENED TO METAL ANGLE CLIP

2"

SEE CEILING PLANS

SOFFIT OPENING

1/8":12" SLOPE, TYP.

3-1/2" CONCRETE TOPPING SLAB

DRAIN MAT

WATERPROOFING MEMBRANE WITH
PROTECTION SHEET

3-1/2" CONCRETE OVER 3" METAL DECK
-REF. STRUCTURAL

STEEL BEAM
-REF. STRUCTURAL

STEEL RAKER BEAM
-REF. STRUCTURAL

PAINT STRUCTURE & VISIBLE ELEMENTS IN ENCLOSURE PT2

111' - 0 1/2"

(SEE EXTERIOR
ELEVATIONS)

T.O. LOUVER
(SEE EXTERIOR

ELEVATIONS)

SEE WALL TYPES FOR ASSEMBLY

RUN INSULATION BETWEEN
RAINSCREEN LOUVER CHANNELS,
EXTENDING TO EDGE OF WALL
OPENING

3" RAINSCREEN SUPPORT
CHANNEL

RAINSCREEN PANEL

RAINSCREEN LOUVER VERTICAL
CHANNELS @ 24" O.C.
-BASIS OF DESIGN: PRODEMA
FIXED LOUVER SYSTEM

RAINSCREEN LOUVER BRACKETS
-BASIS OF DESIGN: PRODEMA
FIXED LOUVER SYSTEM

WALL LOUVER
-REF. MECHANICAL

B.O. LOUVER

BLOCKING AND PLYWOOD
SHEATHING AS REQUIRED
BETWEEN WALL LOUVER AND
CMU.  WRAP WEATHER BARRIER
OVER PLYWOOD SHEATHING

MECHANICAL DUCT
-REF. MECHANICAL
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METAL FLASHING WITH DRIP EDGE

Stage/Costume
100' - 0"

14.5

99' - 8 1/2"
T.O. CONCRETE 3 1

/2"

VAPOR BARRIER

2x4 SLEEPERS (RUNNING
NORTH/SOUTH) @ 16" O.C.

(2) LAYERS OF 3/4" PLYWOOD
"STURD-I-FLOOR"

1/4" HARDBOARD

PAPER SLIP SHEET

3 1/2" CONCRETE OVER 3"
METAL DECK

-REF. STRUCTURAL

STEEL BEAM
-REF. STRUCTURAL

SEE WALL TYPES

2x4 SLEEPER OVER 1/4"
RESILIENT PAD

SCREWS/ANCHORS PER
SPECIFICATION NOTE: SEE STAGE FLOORING

SPECIFICATION FOR COMPLETE ASSEMBLY
DESCRIPTION AND REQUIREMENTS.

Stage/Costume
100' - 0"

E

SEE WALL TYPES

STEEL BEAM
-REF. STRUCTURAL

3 1/2" CONCRETE OVER 3"
METAL DECK
-REF. STRUCTURAL

VAPOR BARRIER

2x4 (CUT TO SIZE AS
REQUIRED)

2x4 SLEEPERS (RUNNING
NORTH/SOUTH) @ 16" O.C.
OVER 1/4" RESILIENT PADS

(2) LAYERS OF 3/4" PLYWOOD
"STURD-I-FLOOR"

PAPER SLIP SHEET

1/4" HARDBOARD

REMOVABLE SECTION

NOTE: SEE STAGE FLOORING
SPECIFICATION FOR COMPLETE ASSEMBLY
DESCRIPTION AND REQUIREMENTS.

SCREWS/ANCHORS PER
SPECIFICATION

3"4"

99' - 8 1/2"
T.O. CONCRETE

10"

1' - 0"

1/2
"

1/2" RECESS IN CONCRETE

SINGE PLY ROOF MEMBRANE

RIGID POLY-ISO INSULATION -
SLOPE TO DRAINS

PRE-FINISHED METAL CAP - COLOR
TO MATCH SYNTHETIC SLATE

1/2" SYNTHETIC SLATE

30# FELT LAYER
SELF ADHERED MEMBRANE

5/8" PLYWOOD SHEATHING

1 1/2" METAL ROOF DECK -
REF. STRUCTURAL

STEEL BEAM -
REF. STRUCTURAL

134' - 0"
T.O. STEEL

BLOCKING AS REQ'D

RAINSCREEN PANEL

7/8" HAT CHANNEL -
PAINTED BLACK

SNAP-ON FACE
REGLET. FASCIA
COVER PAINTED TO
MATCH ADJACENT
CLADDING.

SINGLE PLY ROOF MEMBRANE

5/8" PLYWOOD SHEATHING

STEEL BEAM - REF.
STUCTURAL

3 5/8" METAL STUDS

RIGID POLY-ISO INSULATION

STEEL BEAM - REF.
STRUCTURAL

1 1/2" METAL ROOF DECK

Stage/Costume
100' - 0"

1' - 0"

STAGE DECORATIVE RAILING TYPE 1 - SEE ELEVATION DETAIL C2/U-AE522

RAINSCREEN PANELS OVER 7/8" GALVANIZED HAT CHANNELS @ 24" O.C.  PAINT
ALL EXPOSED SURFACES VISIBLE THROUGH RAINSCREEN JOINTS FLAT BLACK.

PROVIDE 1" GAP AT BOTTOM RAIL FOR DRAINAGE @ 24" O.C.
2x2 GALVANIZED STEEL ANGLE
1" GALVANIZED METAL GRATE

FORMED CONCRETE LEDGE
-CONTINUOUS AROUND TRAP AREA 009

PRESSURE TREATED (PT) 2x6 TOP AND
BOTTOM PLATE WITH PT STUDS @ 16" O.C.
PROVIDE CONTINUOUS PLYWOOD ON
BACK OF STUDS.

"EFFECTS TROUGH". PAINT ALL
COMPONENTS INCLUDING CONCRETE
AND WOOD STUDS FLAT BLACK

1/4"/12" SLOPE

SIDE-THROW SPRINKLER

REMOVABLE BEAM SYSTEM - REF.
THEATER DRAWINGS

1"

STONE PAVER

8"
 M

IN
.

1
1

ADD
6

ADD
6

ADD
6

1/2" SYNTHETIC SLATE

30# FELT LAYER

SELF ADHERED MEMBRANE

1 1/2" METAL ROOF DECK -
REF. STRUCTURAL

5/8" PLYWOOD SHEATHING

STEEL BEAM - REF STRUCTURAL

GUTTER STRAP

5" PRE-FINISHED INTEGRAL
METAL GUTTER. COLOR TO

MATCH PAINTED STRUCTURE.

5" PRE-FINISHED BREAK METAL.
COLOR TO MATCH PAINTED

STRUCTURE.

BOTTOM OF GUTTER ELEVATION
VARIES WITH GUTTER SLOPE.

SLOPE @ 1/16"/FT.

1' 
- 0

"

6 1/2"

BLOCKING AS REQ'D.

METAL FLASHING

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940
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date:

DFCM project no:

Revisions

Section Details

U-AE521

28 May 2014

12218730

Bid Documents

 1 1/2" = 1'-0" C6
Theatre Roof Assembly (Above

conditioned space)

 1" = 1'-0" A3Decorative Rail Type 1 Detail Elevation
 1" = 1'-0" A4Decorative Rail Type 1 Section

 1" = 1'-0" A5Guard Wall Section
 1" = 1'-0" A6Seat Wall Section

 1" = 1'-0" A1Tower Concessions Window Section

 1 1/2" = 1'-0" C5Balcony Rail Lighting Position

 1 1/2" = 1'-0" D6Rainscreen Mechanical Louver

 1 1/2" = 1'-0" E5Stage to Backstage Floor Transition
 1 1/2" = 1'-0" E3Stage Trough Detail

 1 1/2" = 1'-0" D1Theatre Roof Detail

 1 1/2" = 1'-0" E1Roof Detail
 1" = 1'-0" E2Stage Detail

 1 1/2" = 1'-0" C1Thatre Roof Detail

Addendum 04 2014, June 17
Addendum 05 2014, June 20
Addendum 06 2014, June 25

ADD
6



5/8" PAINTED
PLYWOOD SHEATHING

2-1/2" METAL STUD FRAMING

P3010 UNISTRUT CHANNEL NUT

STEEL BEAM - REF STRUCTURAL

2'x2' UNISTRUT GRID SYSTEM -SEE
NOTE ON SHEET U-AE111A

REMOVABLE 6"x6" DECORATIVE WOOD
TIMBER COLUMN - PAINTED

SEE E3/U-AE523 FOR TOP AND BOTTOM
CONNECTION DETAILS

P5500 UNISTRUT CHANNEL
WELDED TO STEEL BENT PLATE

HHCS050015 1-1/2" BOLT - CENTERED
BETWEEN VERTICAL RAILING

 MEMBERS TYP.

CONTINUOUS 1/4" x 4" STEEL  PLATE -
PAINTED TO MATCH RAILING

REMOVABLE STAGE
DECORATIVE RAILING -

TYPE 2

3/8" PAINTED PLYWOOD SHEATHING

5"
11

"

3/4" PAINTED PLYWOOD SHEATHING

2"x4" PAINTED TOP RAIL

3/4" PAINTED PLYWOOD  DIAGONALS

5"x5" POST BEYOND

5"3/8"3/8"

4"
10

 1/
2"

2' 
- 8

 3/
8"

BRACING AS REQ'D

4"

U-AE522
B6

3 3
/8"

1 1
/2"

3/4
"

3/8
"

1 1/2"

ADD
6

Catwalk - Low
128' - 10"

4"

1 1/4" STONE CLADDING - SEE
WALL TYPES

BENT PLATE TOE KICK -REF.
STRUCTURAL

CATWALK DECK ASSEMBLY:
CARPET OVER 1/2" PLYWOOD
OVER 1 1/2" METAL DECK

ALUMINUM DOUBLE HUNG
WINDOW - SEE WINDOW TYPES

PREFINISHED FLASHING WITH
DRIP EDGE

STEEL STRINGER -SEE
STRUCTURAL

12" CONC. WALL -SEE WALL
TYPES

8"  MIN. STAINLESS STEEL
MASONRY ANCHOR

3"

ADD
6

ALUMINUM DOUBLE HUNG WINDOW -
SEE WINDOW TYPES

PREFINISHED METAL FLASHING WITH
DRIP EDGE

1 1/4" STONE CLADDING - SEE
WALL TYPES

BACKER ROD AND SEALANT BOTH
SIDES

PLASTIC LAMINATE OVER 5/8"
PLYWOOD - REF. FINISH SCHEDULE

METAL STUD FRAMING

SLOT TO RUN ENTIRE LENGTH OF
TABLE

4"
 M

IN
.

STAINLESS STEEL
MASONRY ANCHOR

3"

ADD
6

8.8

1 1/4" STONE CLADDING - SEE
WALL TYPES

PREFINISHED METAL FLASHING
WITH DRIP EDGE

1/2" SYNTHETIC SLATE

30# FELT LAYER

SELF ADHERED MEMBRANE

5/8" PLYWOOD SHEATHING

1 1/2" METAL DECK - REF
STRUCTURAL

9 1/2" BATT INSULATION - R30

STEEL JOIST - REF.
STRUCTURAL

12" CONCRETE WALL- SEE
STRUCTURAL

DUCT -SEE MECHANICAL

STAINLESS STEEL MASONRY
ANCHOR

1' - 6 3/4"

4"

149' - 9"

T.O. STONE

8"

8" THK. STONE CAP

LED COVE LIGHT FIXTURE - REF.
ELECTRICAL

1 1/4" STONE CLADDING - SEE WALL
TYPES

SINGLE PLY MEMBRANE

12" CONCRETE WALL -SEE
STRUCTURAL

STAINLESS STEEL
MASONRY ANCHOR

TAPERED INSULATION

1/4" THICK STEEL PLATE
-POWDER COATED TO MATCH
PT2

ANCHOR BOLT

PAVER ON PEDESTAL SYSTEM

2x1 TUBE STEEL
WELDED TO 3x2 POSTS

1' 
- 0

"

7 1/2"

1/2" SYNTHETIC SLATE

30# FELT LAYER

SELF ADHERED MEMBRANE
1 1/2" METAL ROOF DECK -

REF. STRUCTURAL

5/8" PLYWOOD SHEATHING

STEEL BEAM - REF STRUCTURAL

GUTTER STRAP
5" PRE-FINISHED INTEGRAL
METAL GUTTER. COLOR TO

MATCH PAINTED STRUCTURE.

PRE-FINISHED BREAK METAL. COLOR
TO MATCH PAINTED STRUCTURE.

BOTTOM OF GUTTER ELEVATION
VARIES WITH GUTTER SLOPE.

SLOPE @ 1/16"/FT.

BLOCKING AS REQ'D.

METAL DOWNSPOUT. COLOR TO
MATCH PAINTED STRUCTURE

1/2" THICK x FLANGE WIDTH x BEAM
DEPTH STEEL PLATE @ END OF ALL

EXPOSED WIDE FLANGE BEAM ENDS AT
HIGH ROOF

NOTE:  ALL EXPOSED BEAMS AND METAL
DECK TO BE PAINTED PT2

1/2" SYNTHETIC SLATE

30# FELT LAYER

SELF ADHERED MEMBRANE

5/8" PLYWOOD SHEATHING

1 1/2" METAL ROOF DECK - REF.
STRUCTURAL

BLOCKING AS REQ'D

PREFINISHED METAL FASCIA W/
DRIP EDGE.  CUSTOM COLOR TO
BE SELECTED BY ARCHITECT.

STEEL BEAM - SEE STRUCTURAL

17

5"1 1/2" 1 1/2"

3/8" KNIFE PLATE W/(2) 3/4"
DIAMETER GALVANIZED
THROUGH BOLTS. PROVIDE SLIP
TYPE OPENINGS FOR BOLTS TO
ALLOW FOR DEFLECTION IN BEAM.
- GALVANIZE AND PAINT

5 1/8" x 22 1/2" GLULAM COLUMN

1/2" x 6 1/8" x 3'-4" STEEL CAP PLATE
- GALVANIZE AND PAINT

3' - 4"
1 1

/2"
4"

1/2
"

PRE-FINISHED METAL PARAPET
CAP - MATCH CURTAIN WALL
MULLIONS

STEEL COLUMN - PAINT TO
MATCH CAP PLATE - REF STRUCT

CLEAR ANODIZED CURTAIN
WALL SYSTEM

MANUAL ROLLER SHADE

STEEL BEAM - REF STRUCTURAL

SUPPORT BRACKET FASTENED
TO BENT STEEL PLATE -
REF. STRUCTURAL

CONCRETE SLAB ON METAL DECK
- REF STRUCTURAL

BATT INSULATION

CONTINUOUS BLOCKING - SLOPE
TOWARD DRAINS

MONOLITHIC WATERPROOFING
MEMBRANE WITH PROTECTION
SHEET. WRAP UP WALL UNDER
PARAPET CAP

6" XPS (EXTRUDED
POLYSTYRENE)
INSULATION - R30

DRAINAGE MAT

4" METAL STUDS

Stage/Costume
100' - 0"

Plaza Level
102' - 9"

17

1' - 1 1/4" 10 1/4"

2" RIGID FOUNDATION
INSULATION

CONC. SLAB OVER GRAVEL
BASE - SEE STRUCTURAL

3 5/8" METAL STUD @
16" O.C.

5/8" GYP BD. - PAINT

DECORATIVE GRAVEL - SEE
LANDSCAPE

7 1/2" ANODIZED ALUM.
CURTAIN WALL - SEE
WINDOW TYPES

GLULAM DECORATIVE
COLUMN,5 1/8" X 22 1/2"
1/2" KNIFE PLATE W/(2) 3/4"
DIAMETER GALVANIZED
THROUGH BOLTS. PROVIDE SLIP
TYPE OPENINGS FOR BOLTS  -
GALVANIZE AND PAINT

R-13 BATT INSULATION

5" 4"2"
6"

Level 2
118' - 7"

16 RAINSCREEN PANEL

7/8" VERTICAL HAT CHANNEL

ARCHITECTURAL PAVER

ADJUSTABLE PEDESTAL

SINGLE PLY ROOF
MEMBRANE

5" MIN RIGID POLY ISO
INSULATION R-30 MIN.

CONCRETE SLAB OVER
METAL DECK - SEE
STRUCTURAL

8" CMU WALL - SEE WALL TYPES

R-13 BATTS, MINERAL FIBER
BLANKET INSULATION

5/8" GYP BD. - PAINT

STEEL BEAM -SEE STRUCTURAL

TERMINATION BAR

1/2" SYNTHETIC SLATE

30# FELT LAYER

SELF ADHERED MEMBRANE

5/8" PLYWOOD SHEATHING

1 1/2" METAL DECKING - SEE
STRUCTURAL

RAINSCREEN PANEL

7/8" VERTICAL HAT CHANNEL

8" CMU BLOCK WALL - SEE
WALL TYPES

R-13 BATT MINERAL FIBER
INSULATION

5/8" GYP BD - PAINT

Plaza Level
102' - 9"

RAINSCREEN PANEL

10" CMU BLOCK WALL - SEE WALL TYPES

R-13 BATT MINERAL FIBER INSULATION

5/8" GYP. BD. - PAINT

10" CONCRETE FOUNDATION WALL - SEE
STRUCTURAL

2" RIGID FOUNDATION INSULATION

CONCRETE PAVERS OVER SAND
BASE

Plaza Level
102' - 9"

5/8" GYP BD. - PAINT

ACOUSTICAL BATT INSULATION

1/2" CEMENT BACKER BOARD

THIN-SET MORTAR BED

THIN SET CERAMIC TILE -SEE
FINISH SCHEDULE

5" CONCRETE SLAB OVER 4" COMPACTED
GRAVEL OVER STRUCTURAL FILL - SEE
STRUCTURAL

CONCRETE FOUNDATION WALL - SEE
STRUCTURAL

Plaza Level
102' - 9"

15.6
4 1/2" ANODIZED ALUMINUM STOREFRONT -
SEE WINDOW TYPES

STEEL COLUMN - SEE STRUCTURAL

BACKER ROD AND SEALANT

5" CONCRETE SLAB OVER 4" COMPACTED
GRAVEL OVER STRUCTURAL FILL - SEE
STRUCTURAL

2" RIGID FOUNDATION INSULATION

CONCRETE FOUNDATION WALL - SEE
STRUCTURAL

4" CONCRETE SLAB OVER 4" COMPACTED
GRAVEL - SEE STRUCTURAL

1/4" EXPANDABLE FILLER

1' - 0"

Level 2
118' - 7"

15.6

3" METAL DECK
-REF. STRUCTURAL

3 1/2" CONCRETE
-REF. STRUCTURAL

MONOLITHIC WATERPROOFING
MEMBRANE WITH PROTECTION
SHEET

PAVER OVER
PEDESTAL SYSTEM

1 1/2" PAVER

STEEL BEAM
-REF. STRUCTURAL

RAINSCREEN (FINISH ON BOTH
SIDES) PANELS - COLOR 2.  FASTEN
TO 2x2 INTERMEDIATE TUBE STEEL
POSTS AND THROUGH BOLT TO
ANGLES WELDED TO 3x6 TUBE
STEEL POSTS.

STEEL PLATE WELDED TO
BENT PLATE; 3x6 POSTS
BOLT TO PLATE

EDGE LIP FORMED USING
WOOD BLOCKING. WRAP
MEMBRANE OVER LIP TO
CREATE CONTINUOUS SEAL

2x2 INTERMEDIATE TUBE STEEL
POSTS @ APPROX. 24" O.C.

4' 
- 0

"
4' 

- 0
"

EQ
UA

L
EQ

UA
L

EQ
UA

L

STEEL KICKER
-REF. STRUCTURAL

1' 
- 4

"

2x2 TUBE STEEL

1/8" PLATE STEEL WELDED TO
TUBE STEEL ON ALL SIDES

2x4 TUBE STEEL TOE RAIL

2" 2" 2"

2x4 TUBE STEEL BOTTOM RAIL

1/8" PLATE STEEL DIAGONAL
MEMBERS SCREWED TO 2x2
INTERMEDIATE TUBE STEEL
POSTS

1 1/2 x 2 TUBE STEEL

4-1/2" ANODIZED ALUMINUM

WD1 CEILING

LIGHT FIXTURE - REF. ELECTRICAL

LINEAR DIFFUSER - REF.
MECHANICAL

PAINTED STEEL COLUMN BEYOND

BACKER ROD & SEALANT
BOTH SIDES

2x2 STEEL ANGLE BRACE @
EVERY 3x6 POST

17

3/8" KNIFE PLATE W/(2) 3/4"
DIAMETER GALVANIZED
THROUGH BOLTS. PROVIDE SLIP
TYPE OPENINGS FOR BOLTS TO
ALLOW FOR DEFLECTION IN BEAM.
- GALVANIZE AND PAINT

1/2" x 6 1/8" x 3'-4" STEEL CAP PLATE
- GALVANIZE AND PAINT

PRE-FINISHED METAL PARAPET
CAP - MATCH FINISH AND PROFILE
OF CAP AT CURTAIN WALL

1/2
"

4"
1 1

/2"

1 1/2" 5" 1 1/2"

5 1/8" x 22 1/2" GLULAM COLUMN

CONCRETE SLAB ON METAL DECK
- REF STRUCTURAL

CONTINUOUS BLOCKING - SLOPE
TOWARD DRAINS

MONOLITHIC WATERPROOFING
MEMBRANE WITH PROTECTION
SHEET. WRAP UP WALL UNDER
PARAPET CAP

DRAINAGE MAT

4" METAL STUDS

STEEL COLUMN - PAINT TO
MATCH CAP PLATE - REF STRUCT

WEATHER BARRIER
5/8 EXTERIOR SHEATHING

TONGUE AND GROOVE
CEDAR SOFFIT

20  GA. PRE-FINISHED METAL
FASCIA - MATCH CURTAIN WALL
FINISH

2' 
- 0

"
1 1/2"

2 1/2"

10
"

9" BLOCKING AS REQ'D

6" XPS (EXTRUDED
POLYSTYRENE) INSULATION - R30

Plaza Level
102' - 9"

1 1/2" 5" 1 1/2"

4"

5/8
"

4"
4"

1/2" KNIFE PLATE W/(2) 3/4"
DIAMETER GALVANIZED
THROUGH BOLTS. PROVIDE SLIP
TYPE OPENINGS FOR BOLTS.
- GALVANIZE AND PAINT

5/8" STEEL PLATE - GALVANIZE
AND PAINT

5 1/8" X 22 1/2" GLULAM COLUMN

BACKER ROD AND SEALANT

CONCRETE FOUNDATION WALL
- SEE STRUCTURAL

4" CONCRETE SLAB OVER 4"
COMPACTED GRAVEL - SEE
STRUCTURAL

4 1/2" ANODIZED ALUMINUM
STOREFRONT

2" RIGID FOUNDATION
INSULATION

METAL FLASHING W/ DRIP EDGE

5"

2"
6"

Plaza Level
102' - 9"

T

4"5/8
"

5 1
/2"

1/2" KNIFE PLATE W/(2) 3/4"
DIAMETER GALVANIZED
THROUGH BOLTS. PROVIDE SLIP
TYPE OPENINGS FOR BOLTS.
- GALVANIZE AND PAINT

5/8" STEEL PLATE - GALVANIZE AND
PAINT

1 1/2" 5" 1 1/2" 5 1/8" X 22 1/2" GLULAM COLUMN

BACKER ROD AND SEALANT

CONCRETE FOUNDATION WALL
- SEE STRUCTURAL

4" CONCRETE SLAB OVER 4"
COMPACTED GRAVEL - SEE
STRUCTURAL

4 1/2" ANODIZED ALUMINUM
STOREFRONT

8"

2"
10

"

T SINGLE PLY ROOF MEMBRANE

5" MIN POLY ISO INSULATION R-30 MIN.

1 1/2" METAL DECKING - SEE STRUCTURAL

STEEL BEAM - SEE STRUCTURAL

6" BATT MINERAL FIBER INSULATION, R-19 MIN.

5/8" PLYWOOD SHEATHING

WEATHER BARRIER

6" METAL STUD FRAMING

5/8" PLYWOOD SHEATHING

1/2" TONGUE AND GROOVE CEDAR
SIDING SOFFIT

BACKER ROD AND SEALANT, BOTH SIDES

7 1/2" ANODIZED ALUMINUM CURTAIN WALL

Plaza Level
102' - 9"

15.6

1' - 0" 4 1/2" ANODIZED ALUMINUM STOREFRONT

ARCHITECTURAL PAVER OVER SAND BASE

BACKER ROD AND SEALANT BOTH SIDES

8" CONCRETE FOUNDATION WALL -
SEE STRUCTURAL

5" CONCRETE SLAB OVER 4" COMPACTED
GRAVEL OVER STRUCTURAL FILL - SEE
STRUCTURAL
2" RIGID FOUNDATION INSULATION

1/4" EXPANDABLE FILLER

METAL FLASHING W/ DRIP EDGE

Level 2
118' - 7"

15.6

WD1 CEILING

LIGHT FIXTURE
 - REF. ELECTRICAL

LINEAR DIFFUSER - REF.
MECHANICAL

BACKER ROD & SEALANT
BOTH SIDES

4-1/2" ANODIZED
STOREFRONT SYSTEM

STEEL BEAM
- REF. STRUCTURAL

CONCRETE SLAB ON METAL
DECK - REF. STRUCTURAL

PAVER OVER
PEDESTAL SYSTEM

MONOLITHIC
WATERPROOFING
MEMBRANE
W/PROTECTION
SHEET - WRAP UP FACE OF
STEP IN CONCRETE SLAB.

6" XPS (EXTRUDED
POLYSTYRENE)
INSULATION - R30

DRAINAGE MAT

TONGUE AND GROOVE
CEDAR SOFFIT

5/8" EXTERIOR SHEATHING

WEATHER BARRIER

BATT INSULATION

STEP IN CONCRETE SLAB
-REF. STRUCTURAL

Stage/Costume
100' - 0"

5/8" GYP BD - PAINT
R-13 BATT MINERAL FIBER INSULATION

10" CMU WALL - SEE WALL TYPES

3" CONCRETE SLAB OVER 3" METAL
DECKING - SEE STRUCTURAL

STEEL BEAM - SEE STRUCTURAL

5/8" GYP BD - PAINT

3 5/8" METAL STUD

7/8" VERTICAL HAT CHANNEL

RAINSCREEN PANEL

CONCRETE PAVERS OVER SAND BASE

10" CONCRETE FOUNDATION WALL -
SEE STRUCTURAL

1/2" SYNTHETIC SLATE

30# FELT LAYER

SELF ADHERED MEMBRANE

5/8" PLYWOOD SHEATHING

1 1/2" METAL DECKING - SEE
STRUCTURAL

8" CMU WALL - SEE WALL
TYPES

R-13 BATT MINERAL FIBER
INSULATION

7/8" VERTICAL HAT CHANNEL

RAINSCREEN PANEL

5/8" GYP BD. - PAINT

Admin North
99' - 2"

2" RIGID FOUNDATION
INSULATION

CONC. SLAB OVER GRAVEL
BASE - SEE STRUCTURAL

3 5/8" METAL STUD @
16" O.C.

5/8" GYP BD. - PAINT

DECORATIVE GRAVEL - SEE
LANDSCAPE

7 1/2" ANODIZED ALUM.
CURTAIN WALL - SEE
WINDOW TYPES

GLULAM DECORATIVE
COLUMN,5 1/8" X 22 1/2"

1/2" KNIFE PLATE W/(2) 3/4"
DIAMETER GALVANIZED
THROUGH BOLTS. PROVIDE SLIP
TYPE OPENINGS FOR BOLTS TO
ALLOW FOR DEFLECTION IN
BEAM. - GALVANIZE AND PAINT

1 1/2" 5" 1 1/2"

4"
4"

5/8
"

5"

2"
6"

1"
2"

1"

3/4" PAINTED
PLYWOOD SHEATHING

3/8" DIA. CARRIAGE
BOLTS - PAINT TO

MATCH RAILING
1/8" STEEL PLATE-

WELD TO CONTINUOUS
1/4" STEEL PLATE-

PAINT TO MATCH RAILING

CONCRETE ON
METAL DECK -
REF STRUCT

RESILIENT PAD

2"x4" WOOD
SLEEPERS

3/4" PLYWOOD

1/4"x4" CONTINUOUS
STEEL PLATE

BLOCKING AS REQ'D
P5500 UNISTRUT

CHANNEL - WELDED TO
BENT STEEL PLATE

BENT STEEL PLATE

2 1/2" METAL STUDS

5/8" PAINTED
PLYWOOD SHEATHING

1/4" HARDBOARD
-SEE SPECS

2x8 TOP AND BOTTOM RAIL

4x4 WOOD POSTS @ 24" O.C.

2x2 WOOD DIAGONALS BETWEEN POSTS
FASTENED TO TOP AND BOTTOM RAILS

10
"

NOTE:  COMPLETE RAIL ASSEMBLY TO BE PAINTED PT2

CONCEALED ALL THREAD AND
BOLTS THROUGH 4x4 POSTS WITH
WOOD CAP ON TOP RAIL

+/-  2' - 0"  TYP.

ADJUST SPACING AS REQUIRED TO
ALLOW FOR EQUAL NUMBER OF WHOLE
BAYS ACROSS EACH RAIL SECTIONADD
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DFCM project no:

Revisions

Section Details

U-AE522

28 May 2014

12218730

Bid Documents

 1" = 1'-0" A6Removable Railing Detail
 1 1/2" = 1'-0" A5Window Head Detail

 1 1/2" = 1'-0" A4Window Sill Detail
 1" = 1'-0" A3Roof Detail @ Tower Wall

 1 1/2" = 1'-0" A2Parapet Detail @ Tower
 1" = 1'-0" A1Theater Gutter Detail

 1 1/2" = 1'-0" B5Theatre Roof
 1" = 1'-0" B3Glulam Column Head Detail

 1" = 1'-0" B2Storefront & Glulam Sill Detail
 1 1/2" = 1'-0" B1Paver to CMU Wall

 1 1/2" = 1'-0" C6Roof Detail
 1 1/2" = 1'-0" C5CMU Rainscreen Sill Detail

 1 1/2" = 1'-0" C4Interior Wall to Foundation Detail
 1 1/2" = 1'-0" C1Storefront Sill

 1" = 1'-0" D1Decorative Rail Type 1 Section
 1" = 1'-0" D2Glulam Column Head Detail

 1" = 1'-0" D3Wood Fin Base @ Curtain Wall
 1" = 1'-0" D4Wood Fin Base Detail

 1 1/2" = 1'-0" E3Curtain Wall Head Detail

 1 1/2" = 1'-0" E2Foundation Wall Detail

 1 1/2" = 1'-0" D5U-AE522/D5

 1" = 1'-0" E4U-AE522/E4

 1 1/2" = 1'-0" D6Wall To Roof Detail

Addendum 04 2014, June 17
Addendum 05 2014, June 20
Addendum 06 2014, June 25

 1" = 1'-0" B4Foundation Wall Detail

 3" = 1'-0" B6Railing Detail @ Vertical Panels

 1" = 1'-0" C2Stage Dec. Rail Type 1 Elevation

ADD
6



2
2

8" CMU BLOCK

2" SPRAY FOAM INSULATION

5/8" GYP. BD. - PAINTED

3 5/8" METAL STUD

ANODIZED ALUMINUM
DOUBLE HUNG WINDOW -
SEE WINDOW TYPES

BACKER ROD AND SEALANT
BOTH SIDES

SEE WALL TYPES FOR ASSEMBLY

2

MIN.

5 1/2"

4"
  M

IN
.

PLASTIC LAMINATE OVER 5/8"
PLYWOOD - REF. FINISH SCHEDULE

ALUMINUM DOUBLE HUNG WINDOW -
SEE WINDOW TYPES

OPEN SLOT TO RUN ENTIRE
LENGTH OF TABLE

3 5/8" METAL STUD FRAMING

2" SPRAY FOAM INSULATION

5/8" GYP. BD. PAINTED

10" CMU BLOCK

SEE WALL TYPES FOR ASSEMBLY

1

2' 
- 0

"
10

"

SINGLE PLY ROOF MEMBRANE

ROOF DRAIN - REF. MECH.

PRE-FINISHED METAL PARAPET
CAP - MATCH FINISH AND PROFILE
OF CAP AT CURTAIN WALL

WEATHER BARRIER

EXPOSED BATT INSULATION -
R19 WITH SCRIM ATTACHED
TO METAL DECK

20  GA. PRE-FINISHED METAL
FASCIA - MATCH CURTAIN WALL
FINISH

BLOCKING AS REQ'D

POLY ISO INSULATION

STEEL BEAM - SEE STRUCTURAL

1 1/2" METAL DECKING - SEE
STRUCTURAL

2" RIGID INSULATION
3" RAINSCREEN PANEL SUPPORT
CHANNEL

RAINSCREEN PANEL

5/8" PLYWOOD SHEATHING

SEE WALL TYPES FOR ASSEMBLY

V

PRE-FINISHED METAL PARAPET
CAP - MATCH FINISH AND PROFILE
OF CAP AT CURTAIN WALL

WEATHER BARRIER

5/8 EXTERIOR SHEATHING

20  GA. PRE-FINISHED METAL
FASCIA - MATCH CURTAIN WALL FINISH

BLOCKING AS REQ'D

5" MIN POLY ISO INSULATION - R30

SINGLE PLY ROOF MEMBRANE, WRAP
UP AND BENEATH PARAPET CAP

8" CMU BLOCK

METAL DECKING - SEE STRUCTURAL

DECK BEARING PLATE, SEE STRUCTURAL

STEEL ANGLE, SEE STRUCTURAL

BLOCKING AS REQ'D

2" RIGID INSULATION

3" RAINSCREEN PANEL SUPPORT
CHANNEL

RAINSCREEN PANEL

METAL FLASHING W/ DRIP EDGE,
MATCH CURTAIN WALL FINISH

2' 
- 0

"
10

"1 1/2"
SEE WALL TYPES FOR ASSEMBLY

V

OVERHEAD ROLL UP DOOR

OVERHEAD ROLL UP DOOR HOOD.

SEE WALL TYPES FOR ASSEMBLY

WEATHER BARRIER

3/8"

METAL FLASHING W/ DRIP EDGE

RAINSCREEN

ANGLE FOR RAINSCREEN ATTACHMENT

B

PREFINISHED METAL PARAPET COPING

CONTINUOUS PARAPET BLOCKING

5/8" PLYWOOD SHEATHING

SINGLE PLY ROOF MEMBRANE WITH
PROTECTION SHEET, WRAP UP AND
OVER PARAPET FRAMING

8" CMU BLOCK

WEATHER BARRIER

7/8" VERTICAL HAT CHANNEL

3/8" RAINSCREEN PANEL

3" GRAVEL BALLAST OVER 5" MIN
RIGID POLY ISO INSULATION OVER
3/8" DRAIN MAT

3 1/2" CONCRETE SLAB OVER 3" METAL
DECKING - SEE STRUCTURAL

SEE WALL TYPES FOR ASSEMBLY

Stage/Costume
100' - 0"

B

5/8" GYP BD - PAINTED

3 1/2" BATT INSULATION, R-13 MIN.

8" CMU BLOCK WALL

7/8" VERTICAL HAT CHANNEL

RAINSCREEN PANEL

5" CONCRETE SLAB OVER 4"
COMPACTED GRAVEL OVER 24"
STRUCTURAL FILL - SEE STRUCTURAL

2" RIGID FOUNDATION INSULATION

8" CONCRETE FOUNDATION WALL -
SEE STRUCTURAL

SEE WALL TYPES FOR ASSEMBLY

Plaza Level
102' - 9"

17

RAINSCREEN PANEL

2" RIGID INSULATION

3" RAINSCREEN
SUPPORT CHANNEL

WEATHER BARRIER

10" CMU BLOCK

METAL FLASHING WITH
DRIP EDGE

2" SPRAY FOAM INSULATION

5/8" GYP. BD. - PAINTED

3 5/8" METAL STUD FRAMING

2" RIGID FOUNDATION
INSULATION

5" CONCRETE SLAB OVER 4"
COMPACTED GRAVEL OVER
24" STRUCTURAL FILL

SEE WALL TYPES FOR
ASSEMBLY

16 SINGLE PLY ROOF MEMBRANE

5" MIN. POLY ISO
INSULATION R-30 MIN.

1 1/2" METAL DECK - SEE
STRUCTURAL

STEEL ANGLE - SEE
STRUCTURAL

8" CMU BLOCK

EXPOSED BATT
INSULATION R-19, WITH
SCRIM

WD-3 CEILING - SEE
CEILING PLANS
RAINSCREEN PANEL

7/8" VERTICAL HAT CHANNEL

5/8" GYP. BD. - PAINTED

SEE WALL TYPES FOR
ASSEMBLY

Level 2
118' - 7"

1"x7" ALUMINUM TRIM

1" DIA. STAINLESS STEEL STANDOFF
SUPPORT

WT 3x4.5 STEEL POST

STAINLESS STEEL BOLT

1/4" STEEL BASE PLATE, WELDED
TO WT POST

NEOPRENE WASHER

STAINLESS STEEL NUT

1/2" TEMPERED GLASS INFILL PANELS

STEEL SADDLE

WOOD HANDRAIL - DOUGLAS FIR,  STAIN
TO MATCH ARCHITECT'S SAMPLE

1"
5/8" GYP. BOARD PAINTED

2 1/4" 3/4"
1 1/2"

1 5
/8"

1 1
/2"

3"

METAL STUD FRAMING
2"

1 1/4"

4' 
- 1

"

3' 
- 0

" T
YP

.

3' 
- 6

" T
YP

.

7"

1/4" STEEL BASE PLATE, WELDED
TO WT POST

Studio Mezzanine
108' - 1"

6

STEEL BEAM - SEE STRUCTURAL

METAL DECKING - SEE STRUCTURAL

CONCRETE SLAB - SEE STRUCTURAL

6" METAL STUD FRAMING

ACOUSTICAL BATT INSULATION

5/8" GYP. BOARD - PAINTED

5/8" GYP. BOARD

5/8" GYP. BOARD - PAINTED

3-5/8" METAL STUD FRAMING

V

1 1/2"

10
"

2' 
- 0

"

PRE-FINISHED METAL PARAPET
CAP - MATCH FINISH AND PROFILE
OF CAP AT CURTAIN WALL

WEATHER BARRIER

5/8 EXTERIOR SHEATHING

20  GA. PRE-FINISHED METAL
FASCIA - MATCH CURTAIN WALL
FINISH

BLOCKING AS REQ'D

5" MIN POLY ISO INSULATION - R30

SINGLE PLY ROOF MEMBRANE, WRAP
UP AND BENEATH PARAPET CAP

STEEL BEAM - SEE STRUCTURAL

METAL DECKING - SEE STRUCTURAL

SPRAY FOAM INSULATION, 2" MIN.

2" RIGID INSULATION

3" RAINSCREEN PANEL SUPPORT
CHANNEL
RAINSCREEN PANEL

5/8" GYP. BD. - PAINTED

METAL FLASHING W/ DRIP EDGE,
MATCH CURTAIN WALL FINISH

Studio Level North
96' - 1"

V

RAINSCREEN PANEL

3" RAINSCREEN SUPPORT
CHANNEL
2" RIGID INSULATION

5/8" FIRE RETARDANT TREATED
EXTERIOR SHEATHING

2" SPRAY FOAM INSULATION

8" METAL STUD FRAMING

5/8" GYP. BD. - PAINTED

EXPANDABLE FILLER

3 5/8" METAL STUD FRAMING

METAL FLASHING WITH
DRIP EDGE

SEE WALL TYPES FOR
ASSEMBLY

Studio Level North
96' - 1"

S

7 1/2" ANODIZED ALUMINUM CURTAIN
WALL - SEE WINDOW TYPES

BACKER ROD AND SEALANT
BOTH SIDES

METAL FLASHING WITH DRIP EDGE

CONCRETE PAVERS OVER
SAND BASE

5" CONCRETE SLAB OVER 4"
COMPACTED GRAVEL OVER 24"
STRUCTURAL FILL - SEE
STRUCTURAL

2" RIGID FOUNDATION INSULATION

8" CONCRETE FOUNDATION WALL
- SEE STRUCTURAL

V

PRE-FINISHED METAL PARAPET
CAP - MATCH FINISH AND PROFILE
OF CAP AT CURTAIN WALL

WEATHER BARRIER

5/8 EXTERIOR SHEATHING

20  GA. PRE-FINISHED METAL
FASCIA - MATCH CURTAIN WALL
FINISH

BLOCKING AS REQ'D

5" MIN POLY ISO INSULATION - R30

SINGLE PLY ROOF MEMBRANE, WRAP
UP AND BENEATH PARAPET CAP

10" CMU BLOCK

METAL DECKING - SEE STRUCTURAL

DECK BEARING PLATE, SEE STRUCTURAL

STEEL ANGLE, SEE STRUCTURAL

BLOCKING AS REQ'D

2' 
- 0

"
10

"1 1/2"
2" RIGID INSULATION

3" RAINSCREEN PANEL SUPPORT
CHANNEL

RAINSCREEN PANEL

METAL FLASHING W/ DRIP EDGE,
MATCH CURTAIN WALL FINISH

SEE WALL TYPES FOR ASSEMBLY

Studio Level North
96' - 1"

V RAINSCREEN PANEL

3" RAINSCREEN
SUPPORT CHANNEL

2" RIGID INSULATION

WEATHER BARRIER

5" CONCRETE SLAB OVER
4" COMPACTED GRAVEL
OVER 24" COMPACTED FILL

2" RIGID FOUNDATION
INSULATION

CONCRETE FOUNDATION
WALL - SEE STRUCTURAL

METAL FLASHING
WITH DRIP EDGE

EXPANDABLE FILLER

4" CONCRETE SLAB OVER
4" COMPACTED GRAVEL

SEE WALL TYPES
FOR ASSEMBLY

Studio Level North
96' - 1"

S RAINSCREEN PANEL

3" RAINSCREEN
SUPPORT CHANNEL

2" RIGID INSULATION

WEATHER BARRIER

CONCRETE PAVER OVER
SAND BASE

5" CONCRETE SLAB OVER
4" COMPACTED GRAVEL
OVER 24" COMPACTED FILL

2" RIGID FOUNDATION
INSULATION

CONCRETE FOUNDATION
WALL - SEE STRUCTURAL

SEE WALL TYPES FOR
ASSEMBLY

S

1/2
"

4"
1 1

/2" 1 1/2"5"1 1/2"
2 1/2"

10
"

1 1/2"

2' 
- 0

"

PRE-FINISHED METAL PARAPET
CAP - MATCH FINISH AND PROFILE
OF CAP AT CURTAIN WALL

WEATHER BARRIER

5/8 EXTERIOR SHEATHING

TONGUE AND GROOVE
CEDAR SOFFIT

20  GA. PRE-FINISHED METAL
FASCIA - MATCH CURTAIN WALL
FINISH

BLOCKING AS REQ'D

5" MIN POLY ISO INSULATION - R30

SINGLE PLY ROOF
MEMBRANE, WRAP UP AND
BENEATH PARAPET CAP

STEEL BEAM - SEE STRUCTURAL

METAL DECKING - SEE STRUCTURAL

Studio Ticket Level
97' - 9 1/2"

7 1/2" ANODIZED ALUMINUM
CURTAIN WALL

BACKER ROD AND SEALANT
BOTH SIDES

5" CONCRETE SLAB OVER 4"
COMPACTED GRAVEL OVER 24"
STRUCTURAL FILL - SEE STRUCTURAL

2" RIGID FOUNDATION INSULATION

4" CONCRETE SLAB OVER 4"
COMPACTED GRAVEL

EXPANDABLE FILLER

CONCRETE FOUNDATION WALL
- SEE STRUCTURAL

U

1' - 1"

1/2"

5" MIN. RIGID POLY ISO INSULATION, R-30 MIN.

1 1/2" METAL DECKING - SEE STRUCTURAL

SINGLE PLY ROOF MEMBRANE

6" BATT MINERAL FIBER INSULATION, R-19 MIN.

5/8" GYP. BD. PAINTED

6" METAL STUD FRAMING

3 5/8" METAL STUD FRAMING

5/8" PLYWOOD SHEATHING

1/2" TONGUE AND GROOVE CEDAR SIDING SOFFIT

BACKER ROD AND SEALANT BOTH SIDES

7 1/2" ANODIZED ALUMINUM CURTAIN WALL -
SEE WINDOW TYPES

WEATHER BARRIER

STEEL BEAM - SEE STRUCTURAL

T

1 1/2" 5" 1 1/2"

1 1
/2"

5/8
"

2"
6"

4"
4"

SLOPE

5 1/8" x 22 1/2" GLULAM COLUMN
RAINSCREEN PANEL
3" RAINSCREEN SUPPORT CHANNEL
2" RIGID INSULATION
WEATHER BARRIER

5/8" FIRE RETARDANT TREATED
PLYWOOD SHEATHING

PREFINISHED METAL FLASHING

2" SPRAY FOAM INSULATION

8" METAL STUD FRAMING

5/8" GYP. BD. - PAINTED

EXPANDABLE FILLER

5" CONCRETE SLAB OVER 4"
COMPACTED GRAVEL OVER 24"
STRUCTURAL FILL

2" RIGID FOUNDATION INSULATION

1/2" KNIFE PLATE W/(2) 3/4"
DIAMETER GALVANIZED
THROUGH BOLTS. PROVIDE SLIP
TYPE OPENINGS FOR BOLTS  -
GALVANIZE AND PAINT
CONCRETE FOUNDATION WALL -
SEE STRUCTURAL

Level 2
118' - 7"

S
5/8" GYP. BD - PAINTED

2" SPRAY FOAM INSULATION

8" CMU BLOCK WALL

WEATHER BARRIER

2" RIGID INSULATION

3" RAINSCREEN SUPPORT
CHANNEL

TERMINATION BAR

SINGLE PLY ROOF MEMBRANE

3" GRAVEL BALLAST OVER 5" MIN
POLY ISO INSULATION OVER 3/8"
DRAINAGE MAT

3 1/2" CONCRETE SLAB OVER
3" METAL DECKING

STEEL BEAM - SEE STRUCTURAL

RAINSCREEN PANEL

SEE WALL TYPES FOR ASSEMBLY
AA

1 1/2" 5" 1 1/2"

5/8
"

4"
6"

2"
4"

1 1
/2"

22 1/2" x 5 1/8" GLULAM COLUMN

4"x10" CHEVRON - SEE ELEVATION

6" x 6" STONE CAP

1" STONE VENEER

1/2" - 3/4" THK SCRATCH COAT

1 1/4" THK NATURAL STONE VENEER

METAL LATH

1/2" KNIFE PLATE W/(2) 3/4"
DIAMETER GALVANIZED
THROUGH BOLTS. PROVIDE SLIP
TYPE OPENINGS FOR BOLTS  -
GALVANIZE AND PAINT

105' - 7"
T.O. CONCRETE

S

6"
SINGLE PLY MEMBRANE

SLOPED RIGID INSULATION SLOPE
1/8" PER 1'-0"

BLOCKING AS REQ'D

WEATHER BARRIER

5/8" EXTERIOR SHEATHING

BATT INSULATION

PRE-FINISHED METAL
FASCIA - CUSTOM COLOR

TO BE SELECTED
BY ARCHITECT

7-1/2" ANODIZED ALUMINUM
CURTAIN WALL STEEL BEAM - REF

STRUCTURAL

BACKER ROD AND
SEALANT BOTH SIDES

CEDAR TONGUE AND
GROOVE CEILING

7-1/2" CURTAIN WALL

BACKER ROD AND SEALANT
BOTH SIDES

SINGLE PLY
ROOF MEMBRANE

SLOPED RIGID
INSULATION BLOCKING AS REQ'D

STEEL CHANNEL  - REF
STRUCTURAL

STEEL BEAM - REF
STRUCTURAL

STEEL ANGLE - REF
STRUCTURAL

5/8" PAINTED
GYP BOARD

CEDAR TONGUE AND
GROOVE CEILING

ALUMINUM "U" REVEAL

BACKER ROD AND SEALANT
BOTH SIDES

METAL ROOF DECK -
REF. STRUCTURAL

BATT INSULATION

SLOPE
1/8" PER 1'-0"

APPR
O

X. 20 D
EG

.

4"

(2) 1/2" DIA. X 7" LONG
LAG BOLTS, GALVANIZED
OR STAINLESS STEEL

4x10 DECORATIVE WOOD
TIMBER

STAGGER BOLTS EA.
SIDE, TYP.

GLULAM DECORATIVE
COLUMN

Stage/Costume
100' - 0"

4"

1"
1"

4"

1"
1"

3/8" PAINTED CARRIAGE BOLT

1/8" PAINTED  STEEL PLATE
WELDED TO STEEL BEAM ABOVE
1/8" SPACER

REMOVABLE 6" x 6" DECORATIVE
WOOD TIMBER COLUMN - PAINTED

STEEL BEAM - REF. STRUCTURAL

1/8" PAINTED  STEEL PLATE
WELDED TO STEEL BEAM ABOVE
1/8" SPACER

3/8" PAINTED CARRIAGE BOLT

SCREW STEEL PLATE INTO
1" PLYWOOD STAGE FLOOR -
STEEL PLATE BASE TO BE
REMOVABLE
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& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940
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DFCM project no:

Revisions

Section Details

U-AE523

28 May 2014

12218730

Bid Documents

 1 1/2" = 1'-0" D6Masonry Wall Detail
 1 1/2" = 1'-0" D5Window Head Detail

 1 1/2" = 1'-0" D4Window Sill Detail
 1" = 1'-0" D3Metal Fascia Detail 1 1/2" = 1'-0" D2Metal Fascia

 1 1/2" = 1'-0" D1Overhead Door Detail

 1 1/2" = 1'-0" B6Parapet Detail

 1 1/2" = 1'-0" C5Foundation Wall Detail
 1 1/2" = 1'-0" C4Foundation Wall Detail

 1 1/2" = 1'-0" C3Masonry Wall Detail
 1" = 1'-0" C2Guardrail Detail

 1 1/2" = 1'-0" C1Floor to Ceiling Detail

 1 1/2" = 1'-0" B5Metal Fascia Detail
 1 1/2" = 1'-0" B4Foundation Wall Detail

 1 1/2" = 1'-0" B3Foundation Wall Detail
 1 1/2" = 1'-0" B1U-AE523/B1

 1 1/2" = 1'-0" A1Foundation Wall Detail
 1 1/2" = 1'-0" A2Foundation Wall Detail

 1" = 1'-0" A3Glulam Fin @ Cedar Soffit
 1 1/2" = 1'-0" A5Metal Fascia Detail

 1 1/2" = 1'-0" B2Concrete Sill Detail

 1" = 1'-0" A6Storefront Head Detail

 1" = 1'-0" E4Glulam Fin Base Detail
 1" = 1'-0" E5Rainscreen Panel @ Roof Detail

 1" = 1'-0" E6Glulam Column Base - Site Wall

Addendum 06 2014, June 25

 1" = 1'-0" E1Studio Canopy - Exterior
 1" = 1'-0" E2Studio Canopy - Interior

5" MIN RIGID POLY ISO
R-30 MIN.

SINGLE PLY ROOF MEMBRANE

1 1/2" METAL DECKING -
SEE STRUCTURAL

STEEL PLATE -
SEE STRUCTURAL

10" CMU BLOCK

7/8" VERTICAL HAT CHANNEL

RAINSCREEN PANEL

SINGLE PLY ROOF MEMBRANE

5" MIN POLY ISO
INSULATION - R30 MIN.

1 1/2" METAL DECKING

3 1/2" BATT INSULATION

10" CMU BLOCK

EXPOSED BATT INSULATION,
R19 WITH SCRIM

STEEL TUBE - SEE
STRUCTURAL

2" RIGID INSULATION

RAINSCREEN PANEL

WD-2 CEILING - SEE
CEILING PLAN

1/2" X 6 1/8" 1'-11 1/2"
STEEL CAP PLATE -
GALVANIZE AND PAINT

3/8" KNIFE PLATE W/(2) 3/4"
DIAMETER GALVANIZED
THROUGH BOLTS. PROVIDE SLIP
TYPE OPENING FOR BOLTS.

 1 1/2" = 1'-0" A4Typical Chevron Connection

ADD
6

 1 1/2" = 1'-0" E3Decorative Column Head/Base

SEE WALL TYPES FOR ASSEMBLY



45
°

45°

MAIN RUNNER

CROSS RUNNER

ADJUSTABLE LENTH
VERTICAL COMPRESSION
STRUT TO PREVENT
VERTICAL MOVEMENT

12-GAUGE WIRE
ANCHORED TO STRUCTURE
ABOVE, MIN. 3 TIGHT
TURNS IN 1-1/2" AT
EACH END OF WIRE

NOTE:  PROVIDE 4-WAY DIAGONAL BRACING
AND COMPRESSION STRUTS APPROXIMATELY
EVERY 12'-0" EACH WAY - THE FIRST POINT
OF BRACING TO BE WITHIN 6'-0" FROM EACH
WALL.

B.O. CEILING
F.V. - SEE RCP

SEE FLOOR PLAN FOR
WALL TYPE

SUSPENDED ACOUSTICAL
TILE LAY-IN CEILING

2" WALL MOULDING

STIFF SPACER, OR OTHER
SUITABLE SYSTEM, TO
KEEP PERIMETER
COMPONENTS FROM
SPREADING APART

4" (MIN)
TO C.L. OF

STUD

SEE WALL TYPES
TO DETERMINE
TRACK SIZE

TYPICAL STUD

(1) #10 SCREW PER
STUD FLANGE
THROUGH CENTER OF
SLOT

FASTENERS TO
STRUCTURE ABOVE

END OF SLIP
TRACK

TYPICAL POWER ACTUATED
FASTENERS @ 16" O.C.
MAX. OR PER E.O.R.

1/2"

4"
 M

AX
.

1 / 2
"

N
OM

IN
AL
 J
O
IN
T 
W
ID
TH

1 / 2
"

M
IN
, 
1-

3/
4"
 M

AX
.

1 / 2
"

DE
FL
EC

TI
ON

GA
P

CONCRETE OVER METAL
DECK - REF. STRUCTURAL

MINERAL WOOL IN FLUTE
CAVITY OF METAL DECK

FIRE-RESISTIVE JOINT SPRAY

WAFERHEAD FRAMING SCREW

SLOTTED SLIP TRACK

5/8" TYPE "X" GYP. BOARD

TYPICAL DRYWALL SCREWS

METAL STUD (SEE WALL
TYPES)METAL STUD WIDTH

VARIES
(SEE WALL TYPES)

ASSEMBLY COMPLIES
WITH UL 2079 TEST
STANDARDS

1'-0"
1_
4"

REMOVABLE
TROUGH COVER
1/8" VCT ON 1/8"
STL PLATE

6" SCREW-OUT DECK
PLATE BECKSON #DP60-B
OR SIMILAR

CONCRETE OVER
METAL DECK
-REF. STRUCTURAL

FIRE PILLOW (WITHIN
RATED ENCLOSURES)

FF 5 1/8" x 22 1/2" GLULAM COLUMN

1 1/2" 5" 1 1/2"

1 1
/2"

4"

1/2" KNIFE PLATE W/(2) 3/4"
DIAMETER GALVANIZED THROUGH
BOLTS -  GALVANIZE AND PAINT

3/8" x 5" x 22" BEARING PLATE
- GALVANIZE AND PAINT

3/4" PLATE
- GALVANIZE AND PAINT

2" THICK GRANITE COBBLE PAVERS
- REF LANDSCAPE
1" BEDDING SAND - REF LANDSCAPE

6" DEPTH COMPACTED UNTREATED
BASE COURSE - REF LANDSCAPE

CONCRETE FOUNDATION
- REF STRUCTURAL

4"

1/2" x 5" x 10" PLATE W/(2)
3/4" DIAMETER x 6" HSA - GALVANIZED

1/4

6"

TOP OF PAVER ELEVATION
 VARIES - SEE GRADING PLAN

10
"

2"

FF

STEEL BEAM - REF . STRUCTURAL

WEB STIFFENER PLATE
 - REF . STRUCTURAL

3/8" KNIFE PLATE W/(2) 3/4"
DIAMETER GALVANIZED
THROUGH BOLTS. PROVIDE SLIP
TYPE OPENINGS FOR BOLTS TO
ALLOW FOR DEFLECTION IN BEAM.
- GALVANIZE AND PAINT

5 1/8" x 22 1/2" GLULAM COLUMN

1/2" x 6 1/8" x 1'-11 1/2" CAP PLATE
- GALVANIZE AND PAINT

1 1/2"5"1 1/2"

1 1
/2"

4"
1/2

"

130' - 9 1/2"
T.O. STEEL

1/4

APPROX 8' (LENGTH VARIES - SEE DIMENSION PLANS)

3X6 TUBE STEEL POST. GRID
SMOOTH ALL EDGES.

2x4 TUBE STEEL TOP RAIL.
GRIND SMOOTH ALL EDGES.

RAINSCREEN (FINISH ON BOTH
SIDES) PANELS - COLOR 1.  FASTEN
TO 2x2 INTERMEDIATE TUBE STEEL
POSTS AND THROUGH BOLT TO
ANGLES WELDED TO 3x6 TUBE
STEEL POSTS.

2x2 INTERMEDIATE TUBE STEEL
POSTS BEHIND PANELS @
APPROX. 24" O.C.

2x4 TUBE STEEL TOE RAIL

1 1/2 x 1 1/2 STEEL ANGLES
BEHIND PANELS, WELDED TO
3x6 TUBE STEEL POSTS

EXPOSED FASTENERS, TYP.
COLOR MATCH TO
RAINSCREEN PANEL.

CONCRETE SURFACE

6" W x 9" L x 3/16" THICK STEEL BASE
PLATE.  SECURED TO CONCRETE
WITH ANCHOR BOLTS EMBEDDED
INTO CONCRETE

*NOTE: ALL STEEL COMPONENTS TO BE PAINTED PT2

Catwalk - Low
128' - 10"

Catwalk - High
131' - 10"

WORKLIGHT FIXTURE
- REF. ELECTRICAL

STRUCTURAL STEEL COLUMN
-REF. STRUCTURAL

CATWALK HANGERS: 1.5" NOMINAL (1.9" O.D.)
STEEL PIPE. HANGERS SPACED A MINIMUM OF

6 FEET; MAXIMUM OF 10 FEET APART

REMOVEABLE 1/4"� CHAIN WITH SNAP
HOOKS AT EA. END. (USE 1/4" EYE BOLTS

WELDED TO HANGERS, TYP.)

LOUVRED RUNLIGHT FIXTURE MOUNTED
TO CATWALK HANGERS -REF. ELECTRICAL

ALUMINUM SHIPS LADDER WITH
HANDRAIL (WHERE OCCURS - SEE

CATWALK PLAN)

OUTLET DEVICE - REF. ELECTRICAL

1.5" (1.9" O.D.) STL PIPE, ALLOW 50#/LF

REMOVEABLE 1/4"� CHAIN WITH SNAP
HOOKS AT EA. END. (USE 1/4" EYE

BOLTS WELDED TO HANGERS, TYP.)

CATWALK DECK ASSEMBLY:
CARPET OVER 1/2" PLYWOOD OVER 1-
1/2" METAL DECK (ALLOW PERSONNEL

LOADING AS PER CODE)

BENT PLATE TOE KICK -REF. STRUCTURAL

CATWALK STEEL STRINGER -REF.
STRUCTURAL

TYPICAL THEATRICAL FIXTURE (BY OWNER)

3' 
- 6

"

4"
2' 

- 0
"

1' 
- 6

"

7' 
- 6

"

OUTLET DEVICE - REF. ELECTRICAL

WORKLIGHT FIXTURE
- REF. ELECTRICAL

*NOTE: ALL METAL / STEEL COMPONENTS TO BE PAINTED PT2

1.5" (1.9" O.D.) STL PIPE, ALLOW 50#/LF

CONTINUOUS 1.5" (1.9" O.D.) STL PIPE

CONTINUOUS 1.5" (1.9" O.D.) STL PIPE, COORD.
EXACT LOCATION WITH ARCHITECT IN FIELD

2" STEEL ANGLE SUPPORT

Level 2
118' - 7"

3'-
0"

  T
YP 8"

8"1'-
0"

 T
YP

1' - 0"1' - 0" 1' - 10 7/8"

2"

1"

2"

2"

1' 
- 4

"

1-1/2" DIA. HANDRAIL - DARK
BRONZE ANODIZED ALUMINUM

1-1/2" DIA. HANDRAIL AND SUPPORTING POST
 - DARK BRONZE ANODIZED ALUMINUM

WOOD VENEERED COMPOSITE PANEL
SYSTEM WITH EXPOSED FASTENERS,

COLOR 1 TYP.

3-1/2" CONCRETE TOPPING SLAB

DRAINAGE MAT

WATERPROOFING MEMBRANE
WITH PROTECTION SHEET

3-1/2" CONCRETE OVER
 3" METAL DECK
-REF. STRUCTURAL

STEEL RAKER BEAM
-REF. STRUCTURAL

STEEL BEAM
-REF. STRUCTURAL

CONTINUOUS GUTTER AROUND BALCONY RAIL. HIGH
POINT OF GUTTER AT GRID E; SLOPE @ 1/8" PER FOOT.
GUTTER CONTINUES AROUND TO STAGE WING WALLS,

CONNECTS TO PIPE PENETRATING WALL AND
CONNECTING TO DRAINAGE PIPES FROM GUTTER

SYSTEMS ABOVE.

3-5/8" GALVANIZED METAL
STUDS @ 24" O.C.  PAINT PT2

CONTINUOUS 2x4 TUBE STEEL TOP RAIL,
PAINT PT2

2x4 TUBE STEEL BOTTOM RAIL,
PAINT PT2.  BOTTOM RAILS SPAN

BETWEEN TUBE STEEL POSTS

2x4 TUBE STEEL POSTS @ 6'-0" O.C.;
POSTS TERMINATE AT UNDERSIDE OF

TOP RAIL.  CAULK BETWEEN CONCRETE
AND POST

TONGUE AND GROOVE CEDAR SOFFIT-
SEE DETAIL C5/U-AE521

2 1/2" x 2 1/2" TUBE STEEL OUTRIGGERS
 - REF. STRUCTURAL

2' 
- 2

"

WORKLIGHT FIXTURE - REF. ELECTRICAL

STRUCT. STEEL
COLUMN

-REF. STRUCTURAL

CATWALK HANGERS: 1.5" NOMINAL (1.9" O.D.) STEEL
PIPE. HANGERS SPACED A MINIMUM OF 6 FEET;

MAXIMUM OF 10 FEET APART

REMOVEABLE 1/4"� CHAIN
WITH SNAP HOOKS AT EA.
END. (USE 1/4" EYE BOLTS

WELDED TO HANGERS, TYP.)

LOUVRED RUNLIGHT
FIXTURE MOUNTED TO

CATWALK HANGERS -REF.
ELECTRICAL

OUTLET DEVICE - REF.
ELECTRICAL

CONTINUOUS 1.5" (1.9"
O.D.) STL PIPE

REMOVEABLE 1/4"� CHAIN
WITH SNAP HOOKS AT EA.
END. (USE 1/4" EYE BOLTS

WELDED TO HANGERS, TYP.)

CATWALK DECK ASSEMBLY:
CARPET OVER 1/2"

PLYWOOD OVER 1-1/2"
METAL DECK (ALLOW

PERSONNEL LOADING AS
PER CODE)

CATWALK STEEL STINGER
-REF. STRUCTURAL

TYPICAL THEATRICAL
FIXTURE (BY OWNER)

1' 
- 6

"

7' 
- 3

"

3' 
- 6

"

STRUCT. STEEL
COLUMN

-REF. STRUCTURAL

1' - 3" 1' - 3"

126' - 7"

Heaven's
Catwalk -
High

*NOTE: ALL METAL / STEEL
COMPONENTS TO BE PAINTED PT2

1.5" (1.9" O.D.) STL PIPE,
ALLOW 50#/LF

3x6 TUBE STEEL POST.
GRIND SMOOTH ALL EDGES.

RAINSCREEN (FINISH ON BOTH
SIDES) PANELS - COLOR 1.  FASTEN
TO 2x2 INTERMEDIATE TUBE STEEL
POSTS AND THROUGH BOLT TO
ANGLES WELDED TO 3x6 TUBE
STEEL POSTS.

2x2 INTERMEDIATE TUBE STEEL
POSTS @ APPROX. 24" O.C.

2x4 TUBE STEEL TOP RAIL.
GRIND SMOOTH ALL EDGES.

*NOTE: ALL STEEL COMPONENTS
TO BE PAINTED PT2

EQ
UA

L
EQ

UA
L

EQ
UA

L

2" 2" 2"

4"

2x4 TUBE STEEL TOE RAIL

CONCRETE SURFACE

6" W x 9" L x 3/16" THICK
STEEL BASE PLATE.
SECURED TO CONCRETE
WITH ANCHOR BOLTS
EMBEDDED INTO CONCRETE

B.O. GUARDRAIL
SEE WALL SECTIONS

T.O. GUARDRAIL
SEE WALL SECTIONS

Level 2
118' - 7"

8" AT EAST AND WEST STEP UP ROW
10" AT NORTH STEP UP ROW;

3' - 4"

RISER MOUNTED THEATER SEAT

1-1/2" DIA. HAND/GUARDRAIL RAIL AND
SUPPORTING POST - DARK BRONZE
ANODIZED ALUMINUM

3-1/2" CONCRETE TOPPING SLAB

DRAIN MAT

WATERPROOFING MEMBRANE WITH
PROTECTION SHEET

3-1/2" CONCRETE OVER 3" METAL DECK
-REF. STRUCTURAL

STEEL BEAM
-REF. STRUCTURAL

MONOLITHIC WATERPROOFING
MEMBRANE WITH PROTECTION SHEET

PAVER OVER PEDESTAL SYSTEM

1 1/2" PAVER

8"

2' 
- 0

"

2' 
- 2

"

5" CONCRETE SLAB AND WALLS
-REF. STRUCTURAL

EPS FOAM BLOCK

STEEL COLUMN
-REF. STRUCTURAL

CONCRETE CURB

DECORATIVE RAIL TYPE 1

3' - 4"

STIPPLED AREA INDICATES CUSTOM GRAPHIC VINYL CUT DECAL.
COLOR TO HAVE THE APPEARANCE OF ETCHED GLASS. SUBMIT
SAMPLE FOR APPROVAL. APPLY TO INTERIOR FACE OF GLASS.

SEE WINDOW TYPES

VARIES

SEE WINDOW TYPES

VARIES

SEE WINDOW TYPES

VARIES

SEE WINDOW TYPES

VARIES

DOOR &
TRANSOM

TO
TA

L D
EC

AL
 H

EI
GH

T

7' 
- 0

"

SUBMIT LAYOUT OF GRAPHIC FOR ENTIRE WINDOW TYPE FOR
APPROVAL PRIOR TO INSTALLATION.  BY REQUEST, GRAPHICS
ARE AVAILABLE IN DIGINAL FORMAT FOR FABRICATOR

109' - 2"

T.O. GLASS AND WALL

11
 1/

2"

ALL GLASS MALLFRONT ENTRY
-REF. WINDOW TYPES

PAINTED 5/8" GYP  BOARD
SOFFIT

BOX HEADER: (2) 14 GA. 6" DEEP x 1-
5/8" WIDE METAL STUDS W/ TOP AND
BOTTOM TRACK.  HEADER BEARS ON
(2) 20 GA. 3-5/8" METAL STUDS BURIED

IN WALLS BETWEEN OFFICES.

COVE LIGHT FIXTURE
-REF. ELECTRICAL

(2) LAYERS PAINTED 5/8"
GYP  BOARD, TYP.6"

  T
YP

.

LAY IN CEILING
-SEE CEILING PLANS

SEE WALL TYPES

STAINLESS STEEL STANDOFF

1/2" THK. 3/4" DIA. BLACK
NEOPRENE WASHER

1' 
- 6

"

1' - 0"

2"

6"x6"xL STONE CAP

6"xWx(1-1/4") STONE
CLADDING, FULLY BACK
BUTTERED

CONCRETE FOUNDATION
WALL - REF STRUCTURAL

6x6 GRANITE COBBLES

GRAVEL MULCH, 2"-3"
DIAMETER

4"

Level 2
118' - 7"

BUILT-IN MILLWORK

STAINLESS STEEL COUNTERTOP
OVER PLYWOOD SUBSTRATE

OVERHEAD ROLL UP
WINDOW

OVERHEAD ROLL UP WINDOW
HOOD.  COORDINATE CMU ROUGH
OPENING WITH REQUIRED HOOD
WIDTH.4' 

- 8
"

3' 
- 4

"

4' - 9 1/2"

1' 
- 0

 1/
2"

11
"

11
"

4"

PAINTED 5/8"
GYP BOARD
CEILING

STEEL BEAM
- REF.
STRUCTURAL

MENU BOARD AND MONITOR
MOUNT BY OWNER;
POWER/DATA OUTLET AND
BACKING IN WALL FOR
MONITOR MOUNT BY
CONTRACTOR

1' - 7 7/8"

11"

1"1' - 8 5/8"5"

2' - 2 5/8"

3-5/8" METAL
STUDS @
16" O.C.

DEFLECTION
TRACK - REF.
DETAILSMech Mezzanine

114' - 9"

16 GAUGE STEEL PANEL W/ CUSTOM
CUT CHEVRON PATTERN. EXTERIOR
PAINTED PT2, INTERIOR PAINTED PT3,
SEE ELEVATION FOR TYP. PANEL SIZE
AND PATTERN

EXPOSED FASTENER W/ COLOR MATCHED
HEAD TO MATCH PT3

STUD FRAMING AS REQ'D.  CONTRACTOR
HAS OPTION TO FRAME LIGHT ALCOVE W/
T-GRID AND BLOCKING

6' DIA. LIGHT FIXTURE - SEE ELECTRICAL6"
1' 

- 0
"

6"

5/8" PAINTED GYPSUM BOARD.

6"

C3U-AE541

INT.EXT.

Balcony Stage
112' - 0"

LED DRIVER - SEE ELECTRICAL

EXPOSED FASTENER

3/16" STEEL PLATE, INSIDE WELD AS REQ'D

CONCEALED LED STRIP
LIGHT - SEE ELECTRICAL

CLEAR WESTERN RED CEDAR SIDING
INSTALLED IN HERRINGBONE PATTERN.

5/8" PLYWOOD SHEATHING

4" METAL STUD

STEEL COLUMN BEYOND FROM FLOOR
TO CEILING TO SUPPORT WALL. PAINT
PT1, TYP.

3"

1 3/4"

3"

1 3/4"

10 5/8"

113' - 9 1/4"
T.O. WALL

1' 
- 0

"
4"

ACT 3 CEILING

PAINTED GYP BOARD
CEILING

3-5/8" METAL STUDS

PAINTED, SUSPENDED
 GYP BOARD CEILING

5/8" GYP BOARD

4"

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940
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date:

DFCM project no:

Revisions

Section Details

U-AE524

28 May 2014

12218730

Bid Documents

 1" = 1'-0" A6Glulam Column Base - Theater

 1" = 1'-0" B6Glulam Column Head - Theater

 3/4" = 1'-0" C6Typical Deflection TrackTypical Acoustical Ceiling Detail C5NTS

Typical Seismic Bracing Detail C4NTS

Addendum 03 2014, June 10
Addendum 05 2014, June 20
Addendum 06 2014, June 25

 1 1/2" = 1'-0" D6Typ. Deflection Track - UL Rated

 1" = 1'-0" A4Decorative Rail Type 2 Elevation
 3/4" = 1'-0" A2Perimeter Catwalk

 1/2" = 1'-0" C2Balcony Handrail Detail

 3/4" = 1'-0" B3Heavens Catwalk

 1" = 1'-0" A5Decorative Rail Type 2 Section

 1" = 1'-0" B5Step Up Row Section

 1" = 1'-0" D5Cable Pass Detail

 3/8" = 1'-0" E6Partial Window Decal
 1 1/2" = 1'-0" E4All Glass Entry Head Detail

 1 1/2" = 1'-0" E5Seat Wall Detail
ADD

6

 3/4" = 1'-0" D3Concessions Window

 1 1/2" = 1'-0" E2Ceiling Light Fixture
 1 1/2" = 1'-0" E1Section Detail @ Break Area Wall

 1 1/2" = 1'-0" D4Ceiling Detail



1/4"
5/8" 3/4"

1/4"
3/4"

1/4"

1/1
6"

1/4
"

SLIGHTLY ROUNDED STEEL
NOSING

EDGE.

3-1/2" x 12" GLULAM
STAIR TREAD

STEEL STAIR
STRINGER

-REF. STRUCTURAL

WOOD HANDRAIL: DOUG FIR.
STAIN TO MATCH ARCHITECT'S

SAMPLE

STEEL SADDLE

1/2" TEMPERED GLASS
INFILL

PANELS

3/16" BENT STEEL
PLATE

-REF. STRUCTURAL

(2) HIGH STRENGTH LAG SCREWS

WT 3x4.5 STEEL POST

STAINLESS STEEL NUT.  ANGLE
FOLLOWS PITCH OF GLASS

AND
STAIR

1/4" STEEL BASE PLATE, WELDED
TO

WT POST

1'-0"

1/4"

1/4"

11"

3 1
/2"

3-1/2" x 12" GLULAM
STAIR TREAD

STEEL STAIR
STRINGER
-REF. STRUCTURAL

WOOD HANDRAIL: DOUG FIR.
STAIN TO MATCH ARCHITECT'S
SAMPLE

STEEL SADDLE

1/2" TEMPERED GLASS INFILL
PANELS

GLULAM STAIR TREADS BEYOND

3/16" BENT STEEL
PLATE
-REF. STRUCTURAL

(2) HIGH STRENGTH LAG SCREWS

1/4" STEEL BASE PLATE, WELDED
TO
WT POST

1/4" STEEL BASE PLATE

STAINLESS STEEL BOLTS

WT 3x4.5 STEEL POST

1" DIA. STAINLESS STEEL
STANDOFF SUPPORT

3/4" NEOPRENE WASHER

1/4" STEEL BASE PLATE, WELDED
TO WT POST

3'-
6"

 T
YP

.

3'-
0"

 T
YP

.

3"

3/4" 3/4" 1 1/2"

1 1
/2"

1 5
/8"

4'-
0"

4" 2"

3 1
/2"

Level 2
118' - 7"

15.6

3" METAL DECK
-REF. STRUCTURAL

3 1/2" CONCRETE
-REF. STRUCTURAL

MONOLITHIC WATERPROOFING
MEMBRANE WITH PROTECTION
SHEET

PAVER OVER
PEDESTAL SYSTEM

1 1/2" PAVER

STEEL BEAM
-REF. STRUCTURAL

TONGUE AND GROOVE CEDAR
SOFFIT

3x6 TUBE STEEL POST.
GRIND SMOOTH ALL EDGES.

RAINSCREEN (FINISH ON BOTH SIDES)
PANELS - COLOR 2.  FASTEN TO 2x2
INTERMEDIATE TUBE STEEL POSTS
AND THROUGH BOLT TO ANGLES
WELDED TO 3x6 TUBE STEEL POSTS.

STEEL PLATE WELDED TO
STEEL ANGLE; 3x6 POSTS
BOLT TO PLATE

EDGE LIP FORMED USING
WOOD BLOCKING. WRAP
MEMBRANE OVER LIP TO
CREATE CONTINUOUS SEAL

2x2 INTERMEDIATE TUBE STEEL
POSTS @ APPROX. 24" O.C.

2x4 TUBE STEEL TOP RAIL.
GRIND SMOOTH ALL EDGES.

*NOTE: ALL STEEL COMPONENTS
TO BE PAINTED PT2

2x2 TUBE STEEL

2x4 TUBE STEEL TOE RAIL

1/8" PLATE STEEL DIAGONAL
MEMBERS SCREWED TO 2x2
INTERMEDIATE TUBE STEEL POSTS

1 1/2 x 2 TUBE STEEL

2x2 STEEL ANGLE BRACE @
EVERY 3x6 POST

6" EPS (R30 MIN.)

DRAIN MAT

MECHANICAL DIFFUSER
-REF. MECHANICAL

STOREFRONT WINDOW

4' 
- 0

"
2' 

- 3
"

R-19 BATT INSULATION

SINGLE PLY MEMBRANE

5/8" EXTERIOR PLYWOOD

3-5/8" METAL STUDS

WEATHER BARRIER

SLOPED RIGID INSULATION

BLOCKING AS
REQ'D

SHIMS, BACKER ROD
AND SEALANT

PRE-FINISHED METAL
FASCIA - CUSTOM COLOR
TO BE SELECTED
BY ARCHITECT

ALUMINUM "U" REVEAL

ALL GLASS
MALLFRONT SYSTEM

(V
AR

IE
S)

FLOOR FINISH
-SEE FINISH
SCHEDULE
STAINLESS STEEL
BOTTOM RAIL

ALUMINUM TRIM

1"

RUBBER SHIM (SAME
THICKNESS AS
RUBBER BASE)

BLOCKING

RUBBER BASE

CONCRETE OVER 4"
GRAVEL
-REF. STRUCTURAL

5/8" PAINTED GYP.
BOARD
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Addendum 06 2014, June 25

 3" = 1'-0" A6Stair Nosing Detail

STAINLESS STEEL INSERT.
PROJECT ABOVE STAIR TREAD

SURFACE BY 1/16".  EPOXY
INSERT INTO STAIR GROOVE.

STAIR TREAD, RISER AND
STRUCTURE VARIES - SEE

PLANS

PROVIDE CONTRAST AT
STAIR NOSE BY CUTTING

OR TOOLING THREE
GROOVES, ONE W/

STAINLESS STEEL TRIM

NOTE:  CONTRACTOR TO DEMONSTRATE PROPOSED APPROACH FOR
EACH TYPE OF STAIR FOR THE ARCHITECT PRIOR TO COMPLETING
ALL STAIR APPLICATIONS.  THIS CAN BE DONE BY PROVIDING A SMALL
MOCKUP OR SAMPLE IN A PRE-APPROVED AREA.  DETAIL TYPICAL TO
ALL EXTERIOR STONE AND CONCRETE STAIRS AND ALL STAIRS
UNDER THE ROOF OF THE OUTDOOR THEATER.

3/8" RADIUS @ STAIR NOSE

 1 1/2" = 1'-0" A5Stair Guardrail Section
 1 1/2" = 1'-0" A4Stair Guardrail Section

 1" = 1'-0" C6Admin Entry Canopy Detail

 1 1/2" = 1'-0" B6All Glass Entry Sill at Ramp/Step



2' 
- 1

0"

2' - 1"

2"

3' 
- 0

"

2"

PAINTED GYP BOARD
BELOW COUNTERTOP

COUNTERTOP, AND EDGE,
REF FINISH SCHEDULE FOR
TYPE

CERAMIC TILE

QTY (2) LAYERS OF 3/4"
PLYWOOD

MIRROR- HOLD MIRROR
OFF TILE BY MOUNTING TO
QTY (2) 3/4" LAYERS OF
PLYWOOD ATTACHED TO
WALL. CONTINUE TILE
BEHIND MIRROR SO NO
TILE EDGE IS VISIBLE

TILE BASE

SINK AND FAUCET - REF
PLUMBING DRAWINGS

1' 
- 2

"

2' - 1"

1' 
- 1

0"
2' 

- 1
0"

2' 
- 6

"

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

CABINET INTERIORS TO BE WHITE
MELAMINE

CABINET PULL

SINK AND FAUCET - REF PLUMBING
DRAWINGS

COUNTERTOP, BACKSPLASH &
EDGE, REF FINISH SCHEDULE
FOR TYPE

CABINET PULL

UNDER CABINET LED LIGHTING -
REF ELECTRICAL DRAWINGS.
ADJUST BOTTOM SHELF TO
ALLOW LIGHT TO BE HIDDEN
FROM VIEW.

1' - 0"

PLASTIC LAMINATE CABINET
FRONTS

PLASTIC LAMINATE CABINET
FRONTS

CABINET INTERIORS TO BE WHITE
MELAMINE

ADJUSTABLE SHELVES TO BE
WHITE MELAMINE W/ WHITE PVC
EDGES, TYP

4"

2' - 1"

1' 
- 1

0"
2' 

- 1
0"

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

CABINET INTERIORS TO BE WHITE
MELAMINE

CABINET PULL

COUNTERTOP, BACKSPLASH &
EDGE, REF FINISH SCHEDULE
FOR TYPE

CABINET PULL

UNDER CABINET LED LIGHTING -
REF ELECTRICAL DRAWINGS.
ADJUST BOTTOM SHELF TO
ALLOW LIGHT TO BE HIDDEN
FROM VIEW.

1' - 0"

PLASTIC LAMINATE CABINET
FRONTS

PLASTIC LAMINATE CABINET
FRONTS

CABINET INTERIORS TO BE WHITE
MELAMINE

ADJUSTABLE SHELVES TO BE
WHITE MELAMINE W/ WHITE PVC
EDGES, TYP

2' 
- 6

"

4"

4"

2' 
- 1

0"

2' - 1"

1' 
- 1

0"

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

CABINET INTERIORS TO BE WHITE
MELAMINE

CABINET PULL

COUNTERTOP, BACKSPLASH &
EDGE, REF FINISH SCHEDULE
FOR TYPE

CABINET PULL

UNDER CABINET LED LIGHTING -
REF ELECTRICAL DRAWINGS.
ADJUST BOTTOM SHELF TO
ALLOW LIGHT TO BE HIDDEN
FROM VIEW.

1' - 0"

PLASTIC LAMINATE CABINET
FRONTS

PLASTIC LAMINATE CABINET
FRONTS

CABINET INTERIORS TO BE WHITE
MELAMINE

ADJUSTABLE SHELVES TO BE
WHITE MELAMINE W/ WHITE PVC
EDGES, TYP

2' 
- 6

"

ADJUSTABLE SHELVES TO BE
WHITE MELAMINE W/ WHITE PVC
EDGES, TYP

4"

18" L-SHAPED STAINLESS STEEL "SPEED
BRACE" CORBEL

COUNTERTOP AND EDGE, REF FINISH
SCHEDULE FOR TYPE

PLASTIC LAMINATE SLIDING DOORS,
WITH ROUND FLUSH CABINET PULL

CABINET INTERIORS TO BE WHITE
MELAMINE

ADJUSTABLE SHELVES TO BE WHITE
MELAMINE W/ WHITE PVC EDGES, TYP

2' 
- 1

0"
1' 

- 1
0"

2' 
- 6

"

PROVIDE BLOCKING IN WALL AS NEEDED

1' - 0"

2' - 0"

6' 
- 0

"
1' 

- 2
"

CABINET PULL

PLASTIC LAMINATE CABINET
FRONTS

CABINET INTERIORS TO BE WHITE
MELAMINE
ADJUSTABLE SHELVES TO BE
WHITE MELAMINE W/ WHITE PVC
EDGES, TYP

1' - 0"

4"

2' 
- 1

0"
1' 

- 1
0"

2' 
- 6

"

6 3
/8"

7 1
/2"

3 7
/8"

3 5
/8"

3 1
/2"

3 5
/8"

1 1
/2"

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

CABINET INTERIORS TO BE WHITE
MELAMINE

CABINET PULL

COUNTERTOP, BACKSPLASH &
EDGE, REF FINISH SCHEDULE
FOR TYPE

UNDER CABINET LED LIGHTING -
REF ELECTRICAL DRAWINGS.
ADJUST BOTTOM SHELF TO
ALLOW LIGHT TO BE HIDDEN
FROM VIEW.

PLASTIC LAMINATE CABINET
FRONTS

PLASTIC LAMINATE EDGES AND
ALL EXPOSED SURFACES

FIXED SHELVING - PROVIDE
ADDITIONAL BRACING/BRACKETS
FOR LONGER SHELVES

1' - 0"

2' - 1"

4"

4"

7' 
- 2

"

2' - 6 1/4"

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

CABINET INTERIORS TO BE
WHITE MELAMINE

CABINET PULL

PLASTIC LAMINATE CABINET
FRONTS

ADJUSTABLE SHELVES TO BE
WHITE MELAMINE W/ WHITE
PVC EDGES, TYP

3' 
- 4

"
2' 

- 1
0"

6" 4"

TICKET WINDOW INTERCOM
SYSTEM: MOUNT MAIN UNIT
UNDERNEATH COUNTERTOP

TICKET WINDOW INTERCOM
SYSTEM: MOUNT
OPERATION UNIT ON SIDE
OF FIN; SIDE OF FIN NOT
VISIBLE FROM PUBLIC

PROVIDE OPENING IN FIN
FOR GOOSENECK
MICROPHONE. COORDINATE
EXACT LOCATION AND SIZE
WITH ARCHITECT

TICKET WINDOW INTERCOM
SYSTEM: GOOSENECK
MICROPHONE

SOLID SURFACE FIN

SOLID SURFACE
COUNTERTOP

WINDOW - SEE WINDOW
TYPES

TICKET WINDOW INTERCOM
SYSTEM: ACOUSTIC IO TUBE

TICKET WINDOW INTERCOM
SYSTEM: DRIVER UNIT

WRAP COUNTERTOP STUB
WALL IN BREAK METAL.
BREAK METAL TO MATCH
WINDOW SYSTEM

SOLID SURFACE CANOPY

SEE FLOOR PLAN FOR
WALL TYPE

2' 
- 6

"
8 1

/2"CLR SATIN ANODIZED
VERTICAL SLIDING TICKET
WINDOW SLOT WITH 18" x 3-
1/2" OPENING

TICKET WINDOW INTERCOM
SYSTEM: MOUNT MAIN UNIT
UNDERNEATH COUNTERTOP.

TICKET WINDOW INTERCOM
SYSTEM: MOUNT OPERATION
UNIT ON SIDE OF FIN; SIDE OF
FIN NOT VISIBLE FROM PUBLIC

PROVIDE OPENING IN FIN
FOR GOOSENECK
MICROPHONE. COORDINATE
EXACT LOCATION AND SIZE
WITH ARCHITECT

TICKET WINDOW INTERCOM
SYSTEM: GOOSENECK
MICROPHONE

SOLID SURFACE FIN

SOLID SURFACE
COUNTERTOP

WINDOW - SEE WINDOW
TYPES

TICKET WINDOW INTERCOM
SYSTEM: ACOUSTIC IO TUBE

TICKET WINDOW INTERCOM
SYSTEM: DRIVER UNIT

WRAP COUNTERTOP STUB
WALL IN BREAK METAL.
BREAK METAL TO MATCH
WINDOW SYSTEM. FILL STUB
WALL WITH SPRAY
INSULATION

SOLID SURFACE CANOPY

SEE FLOOR PLAN FOR
WALL TYPE

6" 4"

3' 
- 4

"
2' 

- 1
0"

2' 
- 6

"
8 1

/2"

MANUAL ROLLER SHADE

CLR SATIN ANODIZED
VERTICAL SLIDING TICKET
WINDOW SLOT WITH 18" x 3-
1/2" OPENING

CONTINUOUS PREFINISHED
METAL FLASHING ABOVE
CANOPY

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

CABINET INTERIORS TO BE WHITE
MELAMINE

SOLID SURFACE COUNTERTOP,
BACKSPLASH & EDGE

PLASTIC LAMINATE CABINET
FRONTS

3/4" THICK PLASTIC LAMINATE
DIVIDER

PLASTIC LAMINATE EDGES AND
ALL EXPOSED SURFACES

ADJUSTABLE SHELF

BRUSHED NICKEL DIVIDER
SUPPORT BRACKETS

2' 
- 1

0"
2' 

- 0
"

1' - 7"

CABINET PULL

2' 
- 6

"
7"

2' 
- 6

"

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

COUNTERTOP, BACKSPLASH,
EDGE AND APRON, REF FINISH
SCHEDULE FOR TYPE

1/4" CLEAR GLASS MIRROR WITH
ALUMINUM J MOLDING FRAME.
MIRROR EXTENDS FROM WALL TO
WALL

SINK AND FAUCET REF
PLUMBING DRAWINGS

LIGHT FIXTURE - REF ELECTRICAL
DRAWINGS

2' - 0"

4"

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

CABINET INTERIORS TO BE WHITE
MELAMINE

CABINET PULL

COUNTERTOP & EDGE, REF
FINISH SCHEDULE FOR TYPE

PLASTIC LAMINATE CABINET
FRONTS

ADJUSTABLE SHELVES TO BE
WHITE MELAMINE W/ WHITE PVC
EDGES, TYP

2' 
- 1

0"

2' - 1"
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date:

DFCM project no:

Revisions

Millwork Sections

U-AE531

28 May 2014

12218730

Bid Documents

 1 1/2" = 1'-0" A6Millwork Section
 1 1/2" = 1'-0" A5Millwork Section

 1 1/2" = 1'-0" A4Millwork Section
 1 1/2" = 1'-0" A3Millwork Section

 1 1/2" = 1'-0" A2Millwork Section

 1 1/2" = 1'-0" B1Millwork Section

 1 1/2" = 1'-0" C6Millwork Section
 1 1/2" = 1'-0" C5Millwork Section

 1 1/2" = 1'-0" C4Millwork Section
 1 1/2" = 1'-0" C3Millwork Section

 1 1/2" = 1'-0" C2Millwork Section
 1 1/2" = 1'-0" C1Millwork Section

 1 1/2" = 1'-0" A1Millwork Section



11
"

2' 
- 6

"
7"

2' 
- 6

"

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

COUNTERTOP, BACKSPLASH,
EDGE AND APRON, REF FINISH
SCHEDULE FOR TYPE

1/4" CLEAR GLASS MIRROR WITH
ALUMINUM J MOLDING FRAME.

LIGHT FIXTURE - REF ELECTRICAL
DRAWINGS

1' - 6"

PLASTIC LAMINATE SHELF

4"

1' - 0"

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

CABINET INTERIORS TO BE WHITE
MELAMINE

CABINET PULL

COUNTERTOP, BACKSPLASH &
EDGE, REF FINISH SCHEDULE
FOR TYPE

PLASTIC LAMINATE CABINET
FRONTS

1' - 6"

LIGHT FIXTURE - REF ELECTRICAL
DRAWINGS

PLASTIC LAMINATE SHELF

4"

8" L-SHAPED STAINLESS STEEL
"SPEED BRACE" CORBEL

1' - 0"

4"
11

"
2' 

- 0
"

1' 
- 1

"
2' 

- 6
"

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

PLASTIC LAMINATE EDGES AND
ALL EXPOSED SURFACES

FIXED SHELVING

COAT HANGER ROD

4"
11

 1/
2"

11
 3/

4"
7 1

/4"
5' 

- 3
 1/

2"

7' 
- 1

0"

COUNTERTOP, AND EDGE,
REF FINISH SCHEDULE FOR
TYPE

TILE

QTY (2) LAYERS OF 3/4"
PLYWOOD

MIRROR- HOLD MIRROR
OFF TILE BY MOUNTING TO
QTY (2) 3/4" LAYERS OF
PLYWOOD ATTACHED TO
WALL. CONTINUE TILE
BEHIND MIRROR SO NO
TILE EDGE IS VISIBLE

TILE

SINK AND FAUCET - REF
PLUMBING DRAWINGS

2' 
- 1

0"

2' - 1"

2"

3' 
- 0

"

2"

PROVIDE BLOCKING IN WALL
AS NEEDED

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

CABINET PULL

COUNTERTOP & EDGE, REF
FINISH SCHEDULE FOR TYPE

PLASTIC LAMINATE CABINET
FRONTS

PLASTIC LAMINATE EDGES AND
ALL INTERIOR SURFACES

ADJUSTABLE SHELVING

2' 
- 1

0"

2' - 1"

4"

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

CABINET PULL

COUNTERTOP & EDGE, REF
FINISH SCHEDULE FOR TYPE

PLASTIC LAMINATE CABINET
FRONTS

PLASTIC LAMINATE EDGES AND
ALL INTERIOR SURFACES

2' 
- 1

0"

2' - 1"

4"

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

CABINET PULL

PLASTIC LAMINATE CABINET
FRONTS

PLASTIC LAMINATE EDGES AND
ALL INTERIOR SURFACES

ADJUSTABLE SHELVING

4"

7' 
- 0

"

2' - 1"

BASE PER FINISH SCHEDULE

PROVIDE BLOCKING IN WALL AS
NEEDED

CABINET INTERIORS TO BE WHITE
MELAMINE

CABINET PULL

COUNTERTOP, BACKSPLASH &
EDGE, REF FINISH SCHEDULE
FOR TYPE

CABINET PULL

PLASTIC LAMINATE CABINET
FRONTS

PLASTIC LAMINATE CABINET
FRONTS

CABINET INTERIORS TO BE WHITE
MELAMINE

ADJUSTABLE SHELVES TO BE
WHITE MELAMINE W/ WHITE PVC
EDGES, TYP

BASE CABINET WITH 1/2" THICK
VERTICAL TRAY STORAGE
DIVIDERS

4"

2' 
- 1

0"

2' - 1"

1' - 0"

1' 
- 1

0"
2' 

- 6
"

2' 
- 1

0"

2' - 0"

3/4"

3/16" THICK STEEL, SEALED

QTY (2) 3/4" THICK PLYWOOD.
END GRAIN EXPOSED AND
SEALED (REQUIRED FOR FRONT
3" ONLY)

WRAP ENTIRE COUNTERTOP
ASSEMBLY DOWN TO GROUND

ADD
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date:

DFCM project no:

Revisions

Millwork Sections

U-AE532

28 May 2014

12218730

Bid Documents

 1 1/2" = 1'-0" A6Millwork Section
 1 1/2" = 1'-0" A5Millwork Section

 1 1/2" = 1'-0" A4Millwork Section
 1 1/2" = 1'-0" A3Millwork Section

 1 1/2" = 1'-0" A2Millwork Section

 1 1/2" = 1'-0" B2Millwork Section

 1 1/2" = 1'-0" A1Millwork Section

 1 1/2" = 1'-0" C6Millwork Section
 1 1/2" = 1'-0" C5Millwork Section

Addendum 06 2014, June 25



U-AE533

B4

U-AE533

B3

U-AE533B2

A6

U-AE533

A5

U-AE533

A3

U-AE533

A2

U-AE533

U-AE533
B1

NOTE: A DIGITAL 3D
MODEL CAN BE PROVIDED
TO AID IN FABRICATION

SS2 COUNTERTOP,
SLOPED EDGES AND
OTHER VISIBLE
SURFACES

GLULAM COUNTERTOP.
GLULAM TO BE EQUAL TO
GLULAMS PROVIDED AT
EXTERIOR LOCATIONS

SS2 COUNTERTOP,
SLOPED EDGES AND
OTHER VISIBLE
SURFACES

3' 
- 0

"

2' - 0"

1' 
- 1

 1/
2"

1' - 6 1/2"7' - 7 1/2"3' - 10 3/4"

11' - 6 1/8"

5' - 11"

2' - 10 7/8"

11 1/2"

A6

U-AE533

A5

U-AE533

1' - 4" 1' - 4"4' - 0"1' - 10 1/2"

6 7/8"

4 7
/8"

STEEL POST TO
SUPPORT GLULAM TOP,
PAINTED WHITE

GLULAM COUNTERTOP.
GLULAM TO BE EQUAL TO
GLULAMS PROVIDED AT
EXTERIOR LOCATIONS

7 1
/8"

SS2 COUNTERTOP,
SLOPED EDGES, BASE
CABINETS, AND ALL
OTHER VISIBLE SURFACES

ANGLED GLULAM SUPPORTS

A6

U-AE533

A5

U-AE533

STEEL POST TO
SUPPORT GLULAM TOP,
PAINTED WHITE

GLULAM COUNTERTOP.
GLULAM TO BE EQUAL TO
GLULAMS PROVIDED AT
EXTERIOR LOCATIONS

SS2 COUNTERTOP,
SLOPED EDGES, BASE
CABINETS, AND ALL
OTHER VISIBLE SURFACES

ANGLED GLULAM
SUPPORTS

17' - 0"

2' 
- 6

"

1' - 6 1/2"7' - 7 1/2"3' - 10 3/4"

1' 
- 0

"

3' 
- 6

"

2' 
- 6

"

3' - 2 1/8"1' - 1 1/2"

1' - 10 1/2"

9 1/4"

9 1/4" 4"

6 3/4" 6 3/4"
SS2 COUNTERTOP, SLOPED
EDGES, BASE CABINETS, AND
ALL OTHER VISIBLE SURFACES

GLULAM COUNTERTOP. GLULAM TO
BE EQUAL TO GLULAMS PROVIDED
AT EXTERIOR LOCATIONS

ANGLED GLULAM SUPPORTS

SS2 COUNTERTOP,
SLOPED EDGES, BASE
CABINETS, AND ALL
OTHER VISIBLE SURFACES

GLULAM COUNTERTOP.
GLULAM TO BE EQUAL TO
GLULAMS PROVIDED AT
EXTERIOR LOCATIONS

ANGLED GLULAM SUPPORTS

ATTACH GLULAM SUPPORTS
TO SUBSTRATE WITH NO
VISIBLE/EXPOSED
HARDWARE

ATTACH GLULAM
COUNTERTOP TO GLULAM
SUPPORTS WITH NO
VISIBLE/EXPOSED
HARDWARE

4"

2' 
- 6

"

3' - 0"

4" 9 1/4" 9 1/4"

1' - 10 1/2"

4 7
/8"

7 1
/8"

PROVIDE BLOCKING,
BRACING, FRAMING AS
REQUIRED TO CREATE
ANGLES OF DESK

BRUSHED STAINLESS
STEEL RECESSED LINEAR
PULL, TYP

CABINET INTERIORS TO
BE RED MELAMINE

SS2 COUNTERTOP,
SLOPED EDGES, BASE
CABINETS, AND ALL
OTHER VISIBLE SURFACES

GLULAM COUNTERTOP.
GLULAM TO BE EQUAL TO
GLULAMS PROVIDED AT
EXTERIOR LOCATIONS

4"

2' 
- 6

"

3' - 0"

1' - 10 1/2"

4 7
/8"

PROVIDE BLOCKING,
BRACING, FRAMING AS
REQUIRED TO CREATE
ANGLES OF DESK

BRUSHED STAINLESS
STEEL RECESSED LINEAR
PULL, TYP

CABINET INTERIORS TO
BE RED MELAMINE

7 1
/8"

2' 
- 6

"

2' - 0"

SS2 COUNTERTOP,
SLOPED EDGES, BASE
CABINETS, AND ALL
OTHER VISIBLE SURFACES

PROVIDE BLOCKING,
BRACING, FRAMING AS
REQUIRED TO CREATE
ANGLES OF DESK

4"

2' - 0"

SS2 COUNTERTOP,
SLOPED EDGES, BASE
CABINETS, AND ALL
OTHER VISIBLE SURFACES

PROVIDE BLOCKING,
BRACING, FRAMING AS
REQUIRED TO CREATE
ANGLES OF DESK

BRUSHED STAINLESS
STEEL RECESSED LINEAR
PULL, TYP

CABINET INTERIORS TO BE
RED MELAMINE

2' 
- 6

"

A3

U-AE533

A2

U-AE533

9 7/8" 7' - 7 1/4" 1' - 4 7/8"

1' 
- 9

 1/
2"

8 1
/2"

SS2 COUNTERTOP, SLOPED
EDGES, BASE CABINETS, AND
ALL OTHER VISIBLE SURFACES

GLULAM COUNTERTOP. GLULAM TO
BE EQUAL TO GLULAMS PROVIDED
AT EXTERIOR LOCATIONS

ANGLED GLULAM SUPPORTS

U-AE533

E4

U-AE533 E1

U-AE533

E3

U-AE533E2

C6

U-AE533

C5

U-AE533

C3

U-AE533

C2

U-AE533

5' 
- 9

 1/
4"

1' 
- 4

"

8 3
/4"

7 1
/4"10 3/8" 1' - 3 5/8"

14' - 6"

1' 
- 9

 1/
4"

2' - 8" 9' - 8"

4' 
- 0

"

1' - 9 3/8" 3 1/2"  TYP.

6 1/2"  TYP.

2' - 5 1/8"3 1/2"

SS2 COUNTERTOP

GLULAM COUNTERTOP.
GLULAM TO BE EQUAL TO
GLULAMS PROVIDED AT
EXTERIOR LOCATIONS

VERTICAL GLULAM
SUPPORTS. NOTCH
GLULAM COUNTERTOP TO
ALLOW VERTICAL
SUPPORTS TO EXTEND TO
THE TOP OF GLULAM
COUNTERTOP

VERTICAL
GLULAM
SUPPORT

SS2
COUNTERTOP

NOTE: A DIGITAL 3D
MODEL CAN BE PROVIDED
TO AID IN FABRICATION

C6

U-AE533

C5

U-AE533

2' 
- 6

"7 1
/8"

4 7
/8"

2"12' - 0"2"

2"

1' - 9 3/8"
3 1/2"

6 1/2"2' - 5 1/8" 3 1/2"

3' 
- 6

"

VERTICAL GRAIN WESTERN RED
CEDAR VENEER, STAINED TO
MATCH ARCHITECTS SAMPLE

GLULAM COUNTERTOP.
GLULAM TO BE EQUAL TO
GLULAMS PROVIDED AT
EXTERIOR LOCATIONS

VERTICAL GLULAM
SUPPORTS. NOTCH
GLULAM COUNTERTOP TO
ALLOW VERTICAL
SUPPORTS TO EXTEND TO
THE TOP OF GLULAM
COUNTERTOP

SS2 COUNTERTOP
"J" SHAPE REVEAL
REGLET - BLACK

C6

U-AE533

C5

U-AE533

2 3
/4"

2' 
- 3

 1/
4"

1' - 4" 1' - 4" 2 3/4"2" 2' - 6" 6' - 9 1/4"

1' - 3 5/8"10 3/8"

GLULAM COUNTERTOP.
GLULAM TO BE EQUAL TO
GLULAMS PROVIDED AT
EXTERIOR LOCATIONS

VERTICAL GLULAM
SUPPORTS. NOTCH
GLULAM COUNTERTOP TO
ALLOW VERTICAL
SUPPORTS TO EXTEND TO
THE TOP OF GLULAM
COUNTERTOP

VERTICAL GRAIN
WESTERN RED CEDAR
VENEER, BASE
CABINETS, EDGE AND
DESK SIDES

PL3

SS2
"J" SHAPE
REVEAL
REGLET -
BLACK

SS2
"J" SHAPE
REVEAL
REGLET -
BLACK

4" 4"

C3

U-AE533

C2

U-AE533

2"
2' 

- 4
"

4 7
/8"

3' 
- 1

 1/
8"

1' - 4"

7"

GLULAM COUNTERTOP.
GLULAM TO BE EQUAL TO
GLULAMS PROVIDED AT
EXTERIOR LOCATIONS

VERTICAL GLULAM
SUPPORTS. NOTCH
GLULAM COUNTERTOP TO
ALLOW VERTICAL
SUPPORTS TO EXTEND TO
THE TOP OF GLULAM
COUNTERTOP

VERTICAL GRAIN WESTERN RED CEDAR
VENEER, BASE CABINETS, EDGE AND
DESK SIDES

SS2 COUNTERTOP
"J" SHAPE REVEAL
REGLET - BLACK

2' 
- 2

"
4"

C3

U-AE533

C2

U-AE533

2' 
- 2

"
4"

GLULAM COUNTERTOP.
GLULAM TO BE EQUAL TO
GLULAMS PROVIDED AT
EXTERIOR LOCATIONS

VERTICAL GLULAM
SUPPORTS. NOTCH
GLULAM COUNTERTOP TO
ALLOW VERTICAL
SUPPORTS TO EXTEND TO
THE TOP OF GLULAM
COUNTERTOP

3' 
- 6

"
9 1/4"

7 1
/8"

4 7
/8" SS2

VERTICAL GRAIN WESTERN
RED CEDAR VENEER,
STAINED TO MATCH
ARCHITECTS SAMPLE

2"
2' 

- 4
"

1"1"

1 3/4" 7"

1' - 4"

1' 
- 0

"

4 7
/8"

GLULAM COUNTERTOP.
GLULAM TO BE EQUAL TO
GLULAMS PROVIDED AT
EXTERIOR LOCATIONS

VERTICAL  GLULAM SUPPORTS

ATTACH GLULAM SUPPORTS
TO SUBSTRATE WITH NO
VISIBLE/EXPOSED HARDWARE

ATTACH GLULAM
COUNTERTOP TO GLULAM
SUPPORTS WITH NO
VISIBLE/EXPOSED
HARDWARE

SS2 COUNTERTOP

"J" SHAPE REVEAL MOULDING
- BLACK

"J" SHAPE REVEAL
REGLET - BLACK

VERTICAL GRAIN WESTERN
RED CEDAR VENEER, BASE
CABINETS, EDGE AND DESK
SIDES

CABINET INTERIORS TO BE
WHITE MELAMINE

PROVIDE BLOCKING/FRAMING
AS REQUIRED

2' - 0"6"

BRUSHED STAINLESS
STEEL RECESSED
LINEAR PULL, TYP

GLULAM COUNTERTOP.
GLULAM TO BE EQUAL TO
GLULAMS PROVIDED AT
EXTERIOR LOCATIONS

VERTICAL  GLULAM SUPPORTS

ATTACH GLULAM
COUNTERTOP TO GLULAM
SUPPORTS WITH NO
VISIBLE/EXPOSED
HARDWARE

"J" SHAPE REVEAL MOULDING
- BLACK

VERTICAL GRAIN WESTERN
RED CEDAR VENEER, BASE
CABINETS, EDGE AND DESK
SIDES

PROVIDE BLOCKING/FRAMING
AS REQUIRED

PLAM 3

2' - 6"

2 3
/4"2"

3' 
- 6

"

9 1/4" 6 3/4"

1' - 4"

4 7
/8"

7 1
/8"

2' - 0"

"J" SHAPE REVEAL MOULDING
- BLACK

VERTICAL GRAIN WESTERN
RED CEDAR VENEER, BASE
CABINETS, EDGE AND DESK
SIDES

PROVIDE BLOCKING/FRAMING
AS REQUIRED

PLAM 3

SS2

4"

2' 
- 6

"

2 3
/4"

"J" SHAPE REVEAL MOULDING
- BLACK

VERTICAL GRAIN WESTERN
RED CEDAR VENEER, BASE
CABINETS, EDGE AND DESK
SIDES

PROVIDE BLOCKING/FRAMING
AS REQUIRED

INTERIOR OF CABINETS TO
BE WHITE MELAMINE

SS2

4"

2' 
- 6

"

2 3
/4"

2' - 0"6"2"

BRUSHED STAINLESS STEEL
RECESSED LINEAR PULL, TYP
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Addendum 05 2014, June 20

B6Admin Lobby Desk - Axon Views
 1/4" = 1'-0" B5Admin Lobby Desk - Plan

 1/4" = 1'-0" B4Admin Lobby Desk - North
 1/4" = 1'-0" B3Admin Lobby Desk - South

 1/4" = 1'-0" B2Admin Lobby Desk - East

 1 1/2" = 1'-0" A6Millwork Section
 1 1/2" = 1'-0" A5Millwork Section

 1 1/2" = 1'-0" A3Millwork Section
 1 1/2" = 1'-0" A2Millwork Section

 1/4" = 1'-0" B1Admin Lobby Desk - West

 1/4" = 1'-0" E52nd Floor Admin Desk - Plan E62nd Floor Admin Desk - Axon Views
 1/4" = 1'-0" E42nd Floor Admin Desk - North

 1/4" = 1'-0" E32nd Floor Admin Desk - South
 1/4" = 1'-0" E22nd Floor Admin Desk - East

 1/4" = 1'-0" E12nd Floor Admin Desk - West

 1 1/2" = 1'-0" C6Millwork Section
 1 1/2" = 1'-0" C5Millwork Section

 1 1/2" = 1'-0" C3Millwork Section
 1 1/2" = 1'-0" C2Millwork Section



NOTES: ADJACENT MILLWORK IS NOT SHOWN FOR CLARITY
A 3D DIGITAL MODEL CAN BE PROVIDED TO AIDE IN
FABRICATION

U-AE534

B4
U-AE534

B3

U-AE534

B2

U-AE534 B1

A6

U-AE534
A5

U-AE534A3

U-AE534

A2

U-AE534

3/16" THICK STEEL,
SEALED, COUNTERTOP

4' - 8 1/4" 10' - 7 3/4"

2' 
- 1

 1/
4"

3' 
- 1

"

3' 
- 5

 1/
2"

3' 
- 3

 1/
4"

2' 
- 3

 1/
4"

1' 
- 0

"

LINEAR GROMMET,
COORDINATE LOCATION
WITH ARCHITECT

SS2 COUNTERTOP

SS2 PARTIAL
HEIGHT WALL, AND
GATE

A6

U-AE534

A5

U-AE534

10' - 7 3/4"
3 3/4"

10' - 5 3/4"

1' 
- 7

 1/
2"3' 

- 4
"

3' 
- 6

"

3/16" THICK STEEL, SEALED,
COUNTERTOP

"J" SHAPED REVEAL REGLET
- RED

SS2 DESK SIDES, EDGE,
AND COUNTERTOP

1/4" THICK
CLEAR GLASS

2"

10
"

2' 
- 8

"

A3

U-AE534

2' 
- 8

"

10
"

4' - 11 1/2"

3/16" THICK STEEL, SEALED,
COUNTERTOP

"J" SHAPED REVEAL REGLET
- RED

SS2 DESK SIDES, EDGE,
COUNTERTOP, PARTIAL
HEIGHT WALL, AND GATE

1/4" THICK
CLEAR GLASS

A6

U-AE534

A5

U-AE534

10' - 7 3/4"

2"

5 EQ @ 10' - 6"

NOTE: ALL BASE CABINETS
TO BE LOCKABLE

2 EQ @ 3'-1 1/2" 1' - 4"

2' 
- 8

"

3' 
- 6

"

2"

SS2 BASE CABINETS
WITH OPAQUE GLASS
SLIDING DOORS

3/16" THICK STEEL, SEALED,
COUNTERTOP

"J" SHAPED REVEAL REGLET
- RED

SS2 BASE CABINETS,
COUNTERTOP,
PARTIAL HEIGHT
WALL AND GATE

4"

A2

U-AE534

2' 
- 8

"

3' - 0"

3' 
- 6

"
2"

3/16" THICK STEEL, SEALED,
COUNTERTOP

"J" SHAPED REVEAL REGLET
- RED

SS2 DESK SIDES,
COUNTERTOP,
PARTIAL HEIGHT
WALL AND GATE

4"

10
"

3' 
- 6

"
2"

2"
1"

7/8"

3/8"

SS2 SLOPED EDGES, INTERIOR
SHELVES AND EDGES

1/4" CLEAR GLASS

OPAQUE GLASS
SLIDING DOORS

PL3PROVIDE BLOCKING, BRACING,
FRAMING AS REQUIRED TO
CREATE SHAPE

3/16" THICK STEEL, SEALED,
COUNTERTOP
"J" SHAPED REVEAL REGLET -
RED

VARIES

VARIES

2" 7/8"

3/8"

VARIES

SS2 SLOPED EDGES, INTERIOR
SHELVES AND EDGES

1/4" CLEAR GLASS

OPAQUE GLASS
SLIDING DOORS

PL3PROVIDE BLOCKING, BRACING,
FRAMING AS REQUIRED TO
CREATE SHAPE

3/16" THICK STEEL, SEALED,
COUNTERTOP

"J" SHAPED REVEAL REGLET -
RED

VARIES

2' 
- 8

"
4"

VARIES

2' - 0" FOR BOTH BASE CABINETS

SS2 SLOPED EDGES,
COUNTERTOPS AND BASE
CABINETS

PROVIDE BLOCKING, BRACING,
FRAMING AS REQUIRED TO
CREATE SHAPE

2' 
- 4

"
4"

SS2 PARTIAL HEIGHT WALL,
AND GATE

2"

4 7/8"

SS2 GATE WITH HEAVY
DUTY CONTINUOUS SELF
CLOSING PIANO HINGE AND
DOOR SILENCER
HARDWARE (US26D).

PROVIDE ADDITIONAL
METAL STUD FRAMING
SUPPORT ON HINGED SIDE
OF PARTIAL HEIGHT WALL
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 1/4" = 1'-0" B5Studio Concessions Desk - Plan B6
Studio Concessions Desk

- Axon Views
 1/4" = 1'-0" B4Studio Concessions Desk-North 1

 1/4" = 1'-0" B3Studio Concessions Desk-North 2
 1/4" = 1'-0" B2Studio Concessions Desk-South

 1/4" = 1'-0" B1Studio Concessions Desk-West

 1 1/2" = 1'-0" A6Millwork Section
 1 1/2" = 1'-0" A5Millwork Section

 1 1/2" = 1'-0" A3Millwork Section
 1 1/2" = 1'-0" A2Millwork Section



Plaza Level
102' - 9"EQUALEQUALEQUALEQUALEQUALEQUAL

(S
EE

 G
RA

DI
NG

 P
LA

N)

(V
AR

IE
S)

2' 
- 9

"  
TY

P.

(S
EE

 G
RA

DI
NG

 P
LA

N)

(V
AR

IE
S)

2' 
- 9

"  
TY

P.

106' - 8"
T.O. Connection

109' - 5"
T.O. Connection

112' - 2"
T.O. Connection

114' - 11"
T.O. Connection

117' - 8"
T.O. Connection

120' - 5"
T.O. Connection

123' - 2"
T.O. Connection

125' - 11"
T.O. Connection

128' - 8"
T.O. Connection

4x10 DECORATIVE WOOD
TIMBER.  MATCH FINISH OF

GLULAM DECORATIVE COLUMNS.

NOTE: BOTTOM ROW OF 4x10s
DO NOT OCCUR AT WEST

CHEVRONS.  CHEVRONS SIT
ATOP SITE WALL, TOP OF WHICH

IS 3'-6" ABOVE PLAZA LEVEL

DOWNSPOUT (WHERE
OCCURS - SEE PLANS)

CENTERED ON AND TIGHT
AGAINST STEEL COLUMN

GLULAM DECORATIVE
COLUMN - 5 1/8" X 22 1/2"

STEEL COLUMN
-REF. STRUCTURAL

TYPICAL STEEL KNIFE PLATE
-REF. ARCHITECTURAL AND

STRUCTURAL DETAILS NOTE: T.O. CONNECTION
ELEVATIONS APPLY TO
ALL 4x10 DECORATIVE
COLUMNS (NORTH, EAST,
AND WEST SIDES OF
OUTDOOR THEATER)

1/2" THICK x FLANGE WIDTH
x BEAM DEPTH STEEL
PLATE @ END OF ALL

EXPOSED WIDE FLANGE
BEAM ENDS AT HIGH ROOF

DASHED LINES INDICATE
END OF WIDE FLANGE BEAM

BEHIND STEEL PLATE

GLULAM STEPS DOWN IN
HEIGHT AT DEEPER WIDE

FLANGE BEAMS

STEEL PLATE AT TOP OF
GLULAM COLUMN

-REF. ARCHITECTURAL DETAILS

U-AE523
A4

TYP.

3/4" DIA. THREADED BOLTS
WELDED TO COLUMN

-REF. PLAN DETAILS

STEEL KNIFE PLATE  WITH
ONLY ONE HOLE FOR

THREADED BOLT WHERE TWO
GLULAMS SANDWICH STEEL

COLUMN 4"

117' - 10"
CENTER OF BOLTS

4"

STEEL KNIFE PLATE  WITH
ONLY ONE HOLE FOR

THREADED BOLT WHERE
TWO GLULAMS SANDWICH

STEEL COLUMN

Stage/Costume
100' - 0"

Balcony Stage
112' - 0"

16

FLOOR STYLE, NON-PRESSURIZED, INDUSTRIAL DRY FILTER CROSSFLOW EXHAUST PLENUM
Global Finishing Solutions  Model #PECG-0807

Plenum Overall Dimensions: 8'4” Wide x 7'2” High x 3'2" Overall Depth
Construction:  18 gauge galvanized steel sheets.  Panels are pre-punched and companion flanged for easy assembly.
Note:  This equipment is designed expressly for the removal of particulate matter only.  Reduction of "volatile organic compounds"
requires either coating reformulation or optional, additional equipment.

Chamber Includes:
(Fan and motor cannot be mounted in spray area)

1 ea. 24” Tube axial in-line exhaust fan (7000 CFM @ 1/4” s.p.)
Tube axial fan features a continuously welded housing for an airtight seal. The propellers are non-sparking cast aluminum for consistent
air velocity at higher static pressures. The universal motor plates will allow adjustable belt tensioning. The bearings are of premium air
handling quality, self-aligning, and have an L10 life of 40,000 hours. The belt guard provides protection from the rotating pulley (OSHA
Requirement). Fan has been designed per AMCA 210 Standards.
1 ea. 2 h.p. Tri-voltage, 208/230/460 volts, 3 phase, 60 hz TEFC high efficiency motor with variable pitch drive sheave.
Motor features a heavy gauge steel frame, double sealed ball bearings that are mechanically locked on the shaft end, and bolt on motor
base for easy removal. The service factors for the motor are 1.15 for 3-phase power and 1.0 on 1-phase power. UL recognized and
CSA certified.
1 ea. Industrial style exhaust filter chamber
1 ea. 1/2” 3-way solenoid valve to prevent spraying in booth when fans are off or light tube access door is opened (NFPA-33
requirement)
1 ea. Dwyer Mark II Manometer (Required per NFPA-33 Fire Code to monitor paint over spray build up on exhaust filters)
1 set   Filter Grids for 16 Filter Cells
1 set 20” x 20” x 1” Exhaust filters
1 lot Necessary assembly hardware (Note: Anchor bolts by others unless specified) and exploded view installation drawings for easy
assembly

Control Panel

1 ea. Pre-wired electrical control panel featuring single point connection for quick and easy wiring with NEMA-1 rated enclosure.
Includes:

480 Volt 3 Ph. 4 wire, Non-fused disconnect, Magnetic motor starter, Motor fuse protection, Lighting contactor, Lighting fuse
protection, Terminal strips for field wiring, System operating lights, UL industrial listing

NOTE: VERIFY CORRECT GAS PRESSURE, VOLTAGE AND PHASE PRIOR TO ORDER.

3' - 6"

7' 
- 2

"

THROUGH WALL STEEL ACCESS PANEL WITH LOCKING ARMS.  30" TALL X 60" WIDE, MINIMUM 1 HR FIRE
RATING.  PAINT TO MATCH ADJACENT WALLS

3-5/8" 20 GA METAL STUDS @ 16" O.C.

(2) LAYERS 5/8" TYPE X GYPSUM BOARD

SUPPLY AIR DIFFUSER - REF. MECHANICAL

EXHAUST DUCT - REF. MECHANICAL

EXHAUST MOTOR (INCLUDED IN PRODUCT DESCRIPTION BELOW)

FIRE SPRINKLERS AS REQUIRED BY CODE.  Automatic sprinklers installed in spraying areas shall be protected from accumulation
of residue from spraying operations in an approved manner. Bags used as a protective covering shall be 0.003-inch-thick (0.076 mm)
polyethylene or cellophane or shall be thin paper.

ALL WALL AND CEILING SURFACES
(EXCEPT FOR CMU WALL BEHIND

EXHAUST PLENUM) TO BE
SHEATHED WITH 16 GA. SHEET

METAL.  FASTEN @ 12" O.C. USING
COUNTERSUNK FLAT HEAD

SCREWS.  PROVIDE PEELABLE
BOOTH COATING. BASIS-OF-DESIGN:

BINKS BOOTH COAT (WHITE).

8' 
- 0

"

CLCL CL CL CL CL CL2' - 0" O.C. TYP.

CL CL

VARIES ( 8' - 0"  MAX) 3/4" 3/4"

CL

CL

CL

CL

CL

CL

CL

B3
AE541

A2
AE541

RAINSCREEN PANEL

INSULATION, WHERE
OCCURS - SEE WALL TYPES

WEATHER BARRIER

SEE WALL TYPES FOR
WALL ASSEMBLY

3/4
"

3/4
"

EXPOSED FASTENER WITH COLOR
MATCH HEAD

Z-SHAPE SUPPORT
CHANNEL OR HAT CHANNEL

- SEE WALL TYPES

 RE
F. 

RA
IN

SC
RE

EN
 P

AN
EL

 G
EN

ER
AL

 N
OT

ES

RAINSCREEN SUPPORT CHANNEL
(Z-SHAPE OR HAT CHANNEL) - SEE

WALL TYPES

INSULATION, WHERE OCCURS -
SEE WALL TYPES

RAINSCREEN PANEL

WALL ASSEMBLY - SEE WALL
TYPES

CL

CL

CL

CL

CL

CL

CL

3/8" JOINT BOTH VERTICAL
AND HORIZONTAL, TYP.

3/8" VERTICAL JOINT, TYP.

field verify circular recess and adjust as necessary

+/-  3' - 8"

1' 
- 6

"

1/2"

3/4" 1/4" 1 1/2"  TYP.7"
10

"
1"

1/2"

16 GAUGE RADIUSED STEEL PANEL, PAINTED COLOR PT2
ON THE EXTERIOR, PAINTED PT3 ON THE INTERIOR, HIGH
GLOSS TYP.  PANEL SHOWN FLATTENED FOR CLARITY.

LASER CUT CHEVRON PATTERN.

5/8"
1/8"

5/8"

FASTENER WITH COLOR MATCH HEAD PAINTED PT3

2 1
/2"

2"

By request, digital files of chevron pattern can be provided for fabrication

+/-  1' - 4"

5"
11

"
4"

2 1
/8"

8 3
/8"

1 1
/2"

4 7/8"

3 7/8"

5 7/8"

1" 3 7/8" 1"

RAILING SECTIONS
CONSTRUCTED OF
LAYERS OF 3/4"
PLYWOOD.

COMPLETE RAIL
ASSEMBLY TO BE
PAINTED PT2.

DIGITAL MODELS
OF RAILING ARE
AVAILABLE FOR
FABRICATION ON
AUTOMATED
EQUIPMENT.

ADJUST SPACING AS
REQUIRED TO
ALLOW FOR AN
EQUAL NUMBER OF
WHOLE BAYS
BETWEEN EACH
NEWEL POST.
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 1/2" = 1'-0" A6Typical Chevron Wall Elevation

Addendum 05 2014, June 20
Addendum 06 2014, June 25

 1/2" = 1'-0" D6Spray Booth Section

 1" = 1'-0" B2Rainscreen Panel Enlarged Elevation

Rainscreen Panel Plan Detail A21" = 1'-0"

Rainscreen Panel Section Detail B31" = 1'-0"

RAINSCREEN PANEL GENERAL NOTES:

COLOR/PATTERN 1 CONSISTS OF 12" TALL PANELS OF VARYING WIDTHS OF
4', 6', AND 8' WITH MOCHA COLOR, SEE ALSO SPECIFICATIONS.

COLOR/PATTERN 2 CONSISTS OF 24" TALL PANELS OF VARYING WIDTHS OF
4', 6' AND 8' WITH CREAM COLOR, SEE ALSO SPECIFICATIONS.

TWO VERTICAL JOINTS SHALL NOT ALIGN, NOR SHALL TWO PANELS OF THE
SAME WIDTH BE ADJACENT TO EACH OTHER.  CONTRACTOR SHALL SUBMIT
SHOP DRAWINGS THAT SHOW PANEL LAYOUT FOR ENTIRE BUILDING.

DO NOT OVERTIGHTEN SCREWS; RAINSCREEN PANELS MUST HAVE THE
ABILITY TO MOVE SLIGHTLY AS A PART OF EXPANSION AND CONTRACTION.
ALL HOLES IN RAINSCREEN PANELS TO BE PRE-DRILLED.  WEATHER
BARRIER SHALL BE COLOR BLACK.

COLOR/PATTERN 2 (24" TALL PANELS) SHALL REQUIRE (3) EVENLY SPACED
FASTENERS VERTICALLY, AT EACH SUPPORT CHANNEL.

ADD
6

ADD
6

ADD
6

 3" = 1'-0" C3Light Shroud Panel Elevation

LIGHT SHROUD NOTES:

LIGHT SHROUD TO BE COMPOSED OF (6) EQUAL PANELS
TO ENCOMPASS 7' DIA.

HOLES FOR FASTENERS TO BE PREDRILLED.  FASTENERS
NOT TO BE OVERTIGHTENED TO AVOID DISFORMITY OF
PANELS.

ADD
6

 1 1/2" = 1'-0" E3Decorative Railing Type 2ADD
6
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Finish Schedule_Base Bid

No. Name Floor
North
Base

East
Base

South
Base

West
Base

North
Wall East Wall

South
Wall

West
Wall Ceiling Comments

Fire Sprinkler Finishes
Cover Plate

Color
Orientatio

n
Head
Finish

167 GREEN ROOM ST CON 01 None None None None None None None None None Pendant Brass -
167A CLOSET ST CON 01 None None None None None None None None None Pendant Brass -
168 CORRIDOR TILE PATT B BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 GYP - PT1 Concealed Brass White
169 MEN'S RESTROOM TILE PATT B - - - - TILE 08 TILE 08 TILE 08 TILE 08,

TILE 09
GYP - PT1 Concealed Brass White

170 WOMEN'S RESTROOM TILE PATT B - - - - TILE 08 TILE 08,
TILE 09

TILE 08 TILE 08 GYP - PT1 Concealed Brass White

171 STORAGE GRVL 02 None None None None None None None None EXP - no paint Pendant Brass -
172 LOBBY GRVL 02 None None None None None None None None EXP - no paint Pendant Brass -
173 VESTIBULE WO CPT - - - - - - - - WD2 Concealed Brass Custom Color to

Match Ceiling
174 S/L LOCK CPT 01 None None None None None None None None EXP - no paint Pendant Brass -
175 CORRIDOR SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
176 CORRIDOR SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
177 DRESSING ROOM

CORE
GRVL 02 None None None None None None None None EXP - no paint Pendant Brass -

178 ACTOR QUEUING SL CON 01 BASE7 BASE7 BASE7 BASE7 PT7 PT7 PT7 PT7 EXP - PT7 Pendant Black -
179 STAIR SL CON 01 BASE7 BASE7 BASE7 BASE7 PT7 PT7 PT7 PT7 - Pendant Black -
180 STUDIO THEATRE GRVL 02 None None None None None None None None EXP - no paint Pendant Black -
201 GALLERY SEATING ST CON 01 - - - - - - - - EXP - PT2 Pendant Black -
202 CONTROL BOOTH CPT 01 BASE7 BASE7 BASE7 BASE7 PT7 PT7 PT7 PT7 ACT2*,

EXP-PT7
Concealed Brass White

203 STAIR SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Pendant White -
204 SECOND LEVEL PLAZA CON PVR 01 - - - - - - - - EXP - PT2 Pendant Black -
205 BALCONY STAGE SF 01 - - - - - PT2 PT2 PT2 EXP - PT2 Pendant Black -
206 LOBBY WO CPT - - - - TILE 01 TILE 01 TILE 01 TILE 01 GYP - PT1 Concealed Brass White
207 JAN SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Provide impervious

surface around mop
sink as required by
code

Pendant White -

208 WOMEN'S RESTROOM TILE 01 - - - - TILE 01,
TILE 04

TILE 01 TILE 01,
TILE 04

TILE 01 GYP - PT1 Concealed Brass White

209 MEN'S RESTROOM TILE 01 - - - - TILE 01,
TILE 05

TILE 01 TILE 01,
TILE 05

TILE 01 GYP - PT1 Concealed Brass White

210 CONCESSIONS SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Pendant White -
211 HAIR AND MAKEUP CPT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
213 UNISEX TILE 10 - - - - TILE 10,

PT1
TILE 10,
PT1

TILE 10,
PT1

TILE 10,
PT1

GYP - PT1 Concealed Brass White

214 LIGHTING STORAGE SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Pendant White -
215 DRESSING ROOM CPT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
216 DRESSING ROOM CPT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
217 UNISEX TILE 10 - - - - TILE 10,

PT1
TILE 10,
PT1

TILE 10,
PT1

TILE 10,
PT1

GYP - PT1 Concealed Brass White

218 UNISEX TILE 11 - - - - TILE 11,
PT1

TILE 11,
PT1

TILE 11,
PT1

TILE 11,
PT1

GYP - PT1 Concealed Brass White

219 UNISEX TILE 11 - - - - TILE 11,
PT1

TILE 11,
PT1

TILE 11,
PT1

TILE 11,
PT1

GYP - PT1 Concealed Brass White

220 DRESSING ROOM CPT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
221 STAIR SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Pendant White -
222 UNISEX TILE 10 - - - - TILE 10,

PT1
TILE 10,
PT1

TILE 10,
PT1

TILE 10,
PT1

GYP - PT1 Concealed Brass White

223 UNISEX TILE 10 - - - - TILE 10,
PT1

TILE 10,
PT1

TILE 10,
PT1

TILE 10,
PT1

GYP - PT1 Concealed Brass White

224 DRESSING ROOM CPT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 GYP - PT1 Concealed Brass White
224A DRESSING ROOM CPT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 GYP - PT1 Concealed Brass White
225 DRESSING ROOM CPT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 GYP - PT1 Concealed Brass Custom Color to

Match Ceiling
226 CORRIDOR SL CON 01 - BASE1 BASE1 BASE1 - PT1 PT1 PT1 EXP - no paint Pendant Brass -
227 FAN ROOM SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
229 UNISEX TILE 11 - - - - TILE 11,

PT1
TILE 11,
PT1

TILE 11,
PT1

TILE 11,
PT1

GYP - PT1 Concealed Brass White

230 SCENERY STAGING SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
231 STAIR SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Pendant White -
231A SERVICE ELEV.
232 CORRIDOR SL CON 01 BASE1 BASE1 BASE1 - PT1 PT1 PT1 - EXP - no paint Pendant Brass -
232A CORRIDOR SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
233 JAN SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Provide impervious

surface around mop
sink as required by
code

Pendant White -

234 DIM SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
235 STAIR SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Pendant White -
236 LOBBY CPT PATT A - BASE1 - - - PT1 - - WD3 Concealed Brass Custom Color to

Match Ceiling
236A CORRIDOR CPT PATT A - BASE1 - BASE1 PT1 PT1 - PT1 EXP - PT1 Pendant White -
237 OFFICE CPT 04 BASE1 - BASE1 BASE1 PT5 - PT1 PT1 ACT1 Concealed Brass White
238 OFFICE CPT 04 BASE1 - BASE1 BASE1 PT4 - PT1 PT1 ACT1 Concealed Brass White
239 OFFICE CPT 04 BASE1 - BASE1 BASE1 PT3 - PT1 PT1 ACT1 Concealed Brass White
241 FOUNDER'S ROOM CPT 04 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 WD3 Concealed Brass Custom Color to

Match Ceiling
242 UNISEX TILE 11 - - - - TILE 11,

PT1
TILE 11,
PT1

TILE 11,
PT1

TILE 11,
PT1

GYP - PT1 Concealed Brass White

243 STORAGE SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 GYP - PT1 Concealed Brass White
244 BREAK ROOM LVT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 GYP - PT1 Concealed Brass White
245 LOBBY CPT PATT A - BASE1 BASE1 BASE1 - PT1 PT1 PT1 WD3 Concealed Brass Custom Color to

Match Ceiling
246 CORRIDOR CPT PATT A - BASE1 BASE1 - - PT1 PT1 - WD3 Concealed Brass Custom Color to

Match Ceiling
247 CORRIDOR CPT PATT A - BASE1 BASE1 BASE1 - PT1 PT2 PT1 WD3 Concealed Brass Custom Color to

Match Ceiling
248 MECHANICAL

MEZZANINE
SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -

249 STUDIO THEATRE
SUPPORT

SL CON 01 BASE7 BASE7 BASE7 BASE7 PT7 PT7 PT7 PT7 EXP - PT7 Pendant Black -

250 ELEC SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
251 COMM SDT BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
252 MECHANICAL ROOM SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
301 INTERIOR SPIRAL

STAIR
SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Pendant White -

302 EXTERIOR SPRIAL
STAIR

SL CON 01 - - - - MTL MTL PT1 PT1 - Pendant Brass -

303 CATWALK ACCESS CPT 01 - - - - - - - - EXP - PT2 Pendant Black -
304 CATWALKS CPT 01 - - - - - - - - EXP - PT2 Pendant Black
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001 COSTUME STORAGE SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Pendant White -
002 CORRIDOR SL CON 01 BASE1 BASE1 BASE1 - PT1 PT1 PT1 - EXP - PT1 Pendant White -
003 MAIN ELEC SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
004 BLDG SUPER OFFICE CPT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
005 COMM SDT BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
006 CONCESSIONS

STORAGE
SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -

007 MECH SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
008 MECH SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
009 TRAP AREA SL CON 01 - - - - PT7 PT7 PT7 PT7 EXP - no paint Sidewall Black -
010 CORRIDOR SL CON 01 BASE7 BASE7 BASE7 BASE7 PT7 PT7 PT7 PT7 EXP - PT7 Pendant Black -
011 ACTOR STAIR SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 - Pendant Brass -
012 STORAGE/ EFFECTS SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Pendant White -
013 STAIR SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 - Pendant Brass -
014 Elevator LVT 01 - - - - - - - - - - - -
101 STAGE SF 01 - - - - - PT2 PT2 PT2 EXP - PT2 Pendant Black -
102 BACKSTAGE SF 01 BASE2 BASE2 BASE2 BASE2 PT2 PT2 PT2 PT2 EXP - PT2 Pendant Black -
103 ORCHESTRA SEATING ST CON 01 - - - - - - - - SC1 Pendant Black -
104 CONCESSIONS SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Pendant White -
105b EAST PATRON PLAZA GP 01 - - - - - - - - - - - -
108 EAST PATRON STAIR GP 01 - - - - - - - - - - - -
109 VESTIBULE TILE 01 - - - - TILE 01 TILE 01 TILE 01 TILE 01 GYP - PT1 Concealed Brass White
110 ENTRY WO CPT - - - - TILE 01 TILE 01 - TILE 01 GYP - PT1 Concealed Brass White
112 MEN'S RESTROOM TILE 01 - - - - TILE 01 TILE 01,

TILE 05
TILE 01 TILE 01,

TILE 05
GYP - PT1 Concealed Brass White

113 WOMEN'S RESTROOM TILE 01 - - - - TILE 01 TILE 01,
TILE 04

TILE 01 TILE 01,
TILE 04

GYP - PT1 Concealed Brass White

114 ACTOR QUEUING SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 no paint PT1 EXP - no paint Pendant Brass -
116 CORRIDOR SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 no paint PT1 GYP - PT1 Concealed Brass White
117 ACTOR STAIR SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 - Pendant Brass -
118 PROPS WORKROOM SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
119 UNISEX TILE 11 - - - - TILE 11,

PT1
TILE 11,
PT1

TILE 11,
PT1

TILE 11,
PT1

GYP - PT1 Concealed Brass White

120 SERVICE ELEV LVT 01 - - - - - - - - - - - -
121 STAGE STORAGE SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
122 WEST PATRON STAIR SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 - Pendant Brass -
123 H&M STORAGE SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
124 DYE ROOM SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Pendant White -
125 PAINT BOOTH SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
126 CORRIDOR SL CON 01 BASE1 - BASE1 BASE1 PT1 - PT1 PT1 EXP - PT1 Pendant White -
127 DIRTY CRAFTS SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Pendant White -
128 CLEAN CRAFTS SL CON 01 - BASE1 BASE1 BASE1 - PT1 PT1 PT1 EXP - PT1 Pendant White -
129 H&M OFFICE CPT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
130 COSMETOLOGY SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
131 H&M BUILD SL CON 01 - BASE1 BASE1 BASE1 - PT1 PT1 PT1 EXP - PT1 Pendant White -
132A PRODUCTION 1 SL CON 01 - - BASE1 BASE1 - - PT1 PT1 EXP - PT1 Pendant White -
132B PRODUCTION 2 SL CON 01 - BASE1 BASE1 - - PT1 PT1 - EXP - PT1 Pendant White -
132C PRODUCTION 3 SL CON 01 - - BASE1 BASE1 - - PT1 PT1 EXP - PT1 Pendant White -
132D PRODUCTION 4 SL CON 01 - BASE1 BASE1 - - PT1 PT1 - EXP - PT1 Pendant White -
132E PRODUCTION 5 SL CON 01 - - BASE1 BASE1 - - PT1 PT1 EXP - PT1 Pendant White -
132F PRODUCTION 6 SL CON 01 - BASE1 BASE1 - - PT1 PT1 - EXP - PT1 Pendant White -
132G PRODUCTION 7 SL CON 01 - BASE1 BASE1 BASE1 - PT1 PT1 PT1 EXP - PT1 Pendant White -
132H WASH/DRY SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 GYP - PT1 Concealed Brass White
132J DESIGNER 1&2 SL CON 01 BASE1 BASE1 - BASE1 PT1 PT1 - PT1 ACT1 Concealed Brass White
132K STORAGE 1&2 SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
132L FITTING ROOM 1 SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
132M CRAFT WORK 1 CPT 01 BASE1 BASE1 - BASE1 PT1 PT1 - PT1 ACT1 Concealed Brass White
132N FITTING ROOM 2 SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
132P DESIGNER 3&4 SL CON 01 BASE1 BASE1 - BASE1 PT1 PT1 - PT1 ACT1 Concealed Brass White
132Q STORAGE 3&4 SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
132R FITTING ROOM 3 SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
132S COSTUME WORK 2 CPT 01 BASE1 BASE1 - BASE1 PT1 PT1 - PT1 ACT1 Concealed Brass White
132T FITTING ROOM 4 SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
132U DESIGNER WORK 5&6 SL CON 01 BASE1 BASE1 - BASE1 PT1 PT1 - PT1 ACT1 Concealed Brass White
132V STORAGE 5&6 SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
132W FITTING ROOM 5 SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
132X OFFICE CPT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
132Y FITTING ROOM 6 SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
132Z COSTUME WORK 01 CPT 01 BASE1 BASE1 - BASE1 PT1 PT1 - PT1 ACT1 Concealed Brass White
133 VESTIBULE WO CPT - - - BASE1 - - - PT1 GYP - PT1 Concealed Brass White
134 BREAK AREA TILE PATT A - - - - - - - - ACT2 Concealed Brass White
134A KITCHEN TILE PATT A BASE1 - - BASE1 PT1 - - PT1 ACT2 Concealed Brass White
134B GALLERY TILE PATT A - - BASE1 - - - WD1 - WD1 Concealed Brass Custom Color to

Match Ceiling
135 REHEARSAL ROOM SF 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Pendant Brass -
136 REHEARSAL STORAGE SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
137 SAT ELEC SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
138 COMM SDT BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
139 VESTIBULE WO CPT - - - - - - - - WD1, GYP -

PT1
Concealed Brass Custom Color to

Match Ceiling
140 LOBBY TILE PATT A BASE1 BASE1 - - PT1 PT1 - - WD1, GYP -

PT1
Concealed Brass Custom Color to

Match Ceiling
141 VESTIBULE WO CPT BASE1 - BASE1 - PT1 - PT1 - WD1, GYP -

PT1
Concealed Brass Custom Color to

Match Ceiling
143 CONFERENCE ROOM CPT 04 BASE1 - BASE1 - PT1 - PT1 - ACT1 Concealed Brass White
144 CORRIDOR CPT PATT A - BASE1 - BASE1 - PT1 - PT1 GYP - PT1 Concealed Brass White
145 OFFICE CPT 01 BASE1 - BASE1 BASE1 PT5 - PT1 PT1 ACT1 Concealed Brass White
146 EDUC. DIRECTOR CPT 01 BASE1 - BASE1 BASE1 PT4 - PT1 PT1 ACT1 Concealed Brass White
147 PERSONNEL

MANAGER
CPT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT3 PT1 ACT1 Concealed Brass White

148 COMPANY MANAGER CPT 01 BASE1 - BASE1 BASE1 PT1 - PT4 PT1 ACT1 Concealed Brass White
149 EDUC. ASSOC CPT 01 BASE1 - BASE1 BASE1 PT3 - PT1 PT1 ACT1 Concealed Brass White
150 DEVEL ASSOC. CPT 01 BASE1 - BASE1 BASE1 PT5 - PT1 PT1 ACT1 Concealed Brass White
151 DEVEL DIRECTOR CPT 01 BASE1 - BASE1 BASE1 PT4 - PT1 PT1 ACT1 Concealed Brass White
152 COMM DIRECTOR CPT 01 BASE1 - BASE1 BASE1 PT3 - PT1 PT1 ACT1 Concealed Brass White
153 PLOTTER PRINT

GRAPHICS
CPT 01 BASE1 - BASE1 BASE1 PT1 - PT1 PT1 ACT1 Concealed Brass White

154 CORRIDOR CPT PATT A - BASE1 - - - - - - EXP - PT1 Pendant White -
155 OPEN WORK AREA CPT PATT A BASE1 - BASE1 - PT1 - PT1 - EXP - PT1 Pendant White -
156 MEDIA PR MANAGER CPT 01 BASE1 - BASE1 BASE1 PT5 - PT1 PT1 ACT1 Concealed Brass White
157 MARKET DIRECTOR CPT 01 BASE1 - BASE1 BASE1 PT4 - PT1 PT1 ACT1 Concealed Brass White
158 GENERAL MANAGER CPT 01 BASE1 - BASE1 BASE1 PT3 - PT1 PT1 ACT1 Concealed Brass White
159 ACCOUNTS CPT 01 BASE1 - BASE1 BASE1 PT5 - PT1 PT1 ACT1 Concealed Brass White
160 CORRIDOR CPT PATT A BASE1 BASE1 - - PT1 PT1 - - EXP - PT1 Pendant White -
161 OPEN WORK AREA CPT PATT A BASE1 - - - PT1 - - - EXP - PT1 Pendant White -
162 FACIL DIRECTOR CPT 01 BASE1 BASE1 BASE1 BASE1 PT3 PT1 PT1 PT1 ACT1 Concealed Brass White
163 PROD MANAGER CPT 01 BASE1 - BASE1 BASE1 PT5 - PT1 PT1 ACT1 Concealed Brass White
164 TICKETS CPT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
165 GUEST SERVICES CPT 01 BASE1 BASE1 BASE1 BASE1 PT4 PT1 PT1 PT1 ACT1 Concealed Brass White
166 JAN SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 GYP - PT1 Provide impervious

surface around mop
sink as required by
code

Concealed Brass White
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Bid Documents

Wall Finish Legend
Wall Code Wall Material Wall Notes

MTL Metal Panel
PT1 Kwal Paint Colorlife CLW 1047W Deer Feather
PT2 Kwal Paint Colorlife CL 3207N Mascara
PT3 Kwal Paint Colorlife 1289N Lava Cake
PT4 Kwal Paint Colorlife CL 3032W Holland
PT5 Kwal Paint Colorlife 3174D Abalon
PT6 Kwal Paint Colorlife CLW 1035W Station Flat
PT7 Flat Black
TILE 01 Porcelain Tile - Manufacturer Marazzi Tile. Style: Treverk. Size: 15 CM x 120 CM. Color: Wenge. Random Stagger Joint Pattern
TILE 02 Porcelain Tile - Manufacturer Marazzi Tile. Style: System N. Size: 10 CM x 60 CM. Color: Grigio Chairo. Finish: Rock
TILE 03 Porcelain Tile - Manufacturer Marazzi Tile. Style: System N. Size: 10 CM x 60 CM. Color: Grigio Chairo. Finish: Polished
TILE 04 Glass Tile - Manufacturer: Island Stone. Style: Palms. Size: 9.25" x 11.75". Color: Stratos
TILE 05 Glass Tile - Manufacturer: Island Stone. Style: Palms. Size: 9.25" x 11.75". Color: Smoke
TILE 06 Porcelain Tile - Manufacturer Marazzi Tile. Style: System N. Size: 15 CM x 60 CM. Color: Grigio Chairo. Finish: Rock
TILE 07 Porcelain Tile - Manufacturer Marazzi Tile. Style: System N. Size: 15 CM x 60 CM. Color: Grigio Chairo. Finish: Polished
TILE 08 Porcelain Tile - Manufacturer Mosa Tiles. Style: Change. Size: 15 CM x 30 CM. Color: Dark Anthracite #4 / #4. Finish: Stonematt / Gloss
TILE 09 Glass Tile - Manufacturer Dale Tile. Style: Color Wave. Size: 2" x 12" Color: Red Hot. Finish: Glossy
TILE 10 Porcelain Tile - Manufacturer: Fondovalle. Style: Rug. Size: 30 CM x 120 CM. Color: Jet Black.
TILE 11 Porcelain Tile - Manufacturer: Fondovalle. Style: Rug. Size: 30 CM x 120 CM. Color: Inox.
TILE PATT A Blend of 35% TILE 2, 15% TILE 3, 35% TILE, 6, and 15% TILE 7. Random Stagger Joint Pattern.

Case Finish Legend
Case Code Case Material Case Notes

PL1 Plastic Laminate. Manufacturer: Wilsonart. Color 4941K-18 Cosmic Strandz Countetops in rooms: All rooms unless noted
otherwise

PL2 Plastic Laminate. Manufacturer: Wilsonart. Color: 7942K-07 Cocobala Base/Upper/Full Height Cabinets in all rooms unless
noted otherwise

PL3 Plastic Laminate. Manufacturer. Wilsonart. Color: 1573-60 Frosty White See U-AE533, U-AE534
QZ1 Quartz Countertop. Manufacturer: HanStone. Color: Swan Cotton - RS301 Countertops in rooms: Women's Restroom 113,

Men's Restroom 112, Men's Restroom 169,
Women's Restroom 170

QZ2 Quartsz Countertop. Manufacturer: HanStone. Color: Ajanta - RM504 Countertops in rooms: Founder's Room 241
SS1 Solid Surface Countertop. Manufacturer: Hanex Solid Surfaces by Hanwha Surfaces. Color: B-012 Oslo White Countertops in rooms: Tickets 164, Break Room

244, Unisex 242
SS2 Solid Surface Countertop. Manufacturer: Hanex Solid Surfaces by Hanwha Surfaces. Color: BL-002 Celadon See U-AE533, U-AE534

Ceiling Finish Legend
Clg Code Ceiling Material Ceiling Notes

ACT1 Acoustic Ceiling TIle: Armstrong 2 x 2 Tegular Mesa Panel, 15/16" Prelude Suspension System
ACT2 Acoustic Ceiling Tile: Armstrong Capz, White, Sizes as indicated in drawings. Provide black suspension system and black acoustical panels at locations marked as ACT2*
ACT3 Acoustical Ceiling: Hunter Douglas Contract, Techstyle Canvas, 6" x 48", color to be selected from manufacturers full range.  Linear. classic (clipped), installation with aligned joints.
EXP1 Exposed to Structure: Paint All Structural, Mechanical & Electrical Components PT1
EXP2 Exposed to Structure: Paint All Structural, Mechanical & Electrical Components PT2
GYP Painted Gypsum Board
SC1 Wood Ceiling - tongue and groove clear western red cedar. Semi-transparent penetrating stain selected by architect from manufacturers full range. Pattern: linear as indicated in drawings

with tech zone slot openings as indicated in the ceiling plan
WD1 Wood Ceiling - tongue and groove clear western red cedar. Semi-transparent penetrating stain selected by architect from manufacturers full range. Pattern: herringbone
WD2 Wood Ceiling - tongue and groove clear western red cedar. Semi-transparent penetrating stain selected by architect from manufacturers full range. Pattern: linear as indicated in drawings
WD3 Acoustical Wood Ceiling: Hunter Douglas Contract, Techstyle Canvas, 6" x 48", color to be selected from manufacturers full range.  Linear. classic (clipped), installation with random

staggered joints.

Base Finish Legend
Base Code Base Material Base Notes

BASE1 Rubber Base - Roppe Wall Base Pinnacle Type TS. Color to match PT1
BASE2 Rubber Base - Roppe Wall Base Pinnacle Type TS. Color to match PT2
BASE7 Rubber Base - Roppe Wall Base Pinnacle Type TS. Color to match PT7

Floor Finish Legend
Flr Code Floor Material Floor Notes

CON PVR 01 Concrete Paver - Tiletech Granite-Tech. Size: 16" x 24". Color 1: Selected by architect from manufacturers full range
CON PVR 02 Concrete Paver - Tiletech Granite-Tech. Size: 16" x 24". Color 2: Selected by architect from manufacturers full range
CPT 01 Carpet Tile - Interface Shiver Me Timbers. Size: 25 CM x 1 M. Color: 103922 Sycamore. Installation Pattern: Herringbone.
CPT 02 Carpet Tile - Interface Duo. Size: 25 CM x 1 M. Color: 103873 Granite.
CPT 03 Carpet Tile - Interface Trio. Size: 25 CM x 1 M. Color: 103881 Steel / Granite.
CPT 04 Carpet Tile - Interface Shiver Me Timbers. Size: 25 CM x 1 M. Color: 103921 Beech. Installation Pattern: Herringbone.
CPT PATT A CPT 02 fade to CPT 03 closer to the exterior window. Pattern: Ashlar.
GP 01 Granite Paver - Rhodes Architectural Stone. Size: 6" x 6". Color: Dune. Finish: Bush Hammer.
GP 02 Granite Paver - Rhodes Architectural Stone. Size: 6" x 6". Color: Night Light. Finish: Bush Hammer.
GRVL 01 Washed Gravel Mulch - Staker Parsons Wasatch Gray 1/2"
GRVL 02 Gravel Base Course
LVT 01 Luxery Vinyl Tile - Shaw Uncommon Ground 6. Size: 6" x 36". Color: 02150 Driftwood
SDT Static Dissipative Tile - Manufacturer: Armstrong; Style: Static Dissipative SDT; Color: 51953 Pearl White
SF 01 Specialty Floor - 1/4" Hardboard over plywood over sleepers
SL CON 01 Sealed Concrete
ST CON 01 Chemically Stained Concrete
TILE 01 Porcelain Tile - Manufacturer Marazzi Tile. Style: Treverk. Size: 15 CM x 120 CM. Color: Wenge. Random Stagger Joint Pattern
TILE 02 Porcelain Tile - Manufacturer Marazzi Tile. Style: System N. Size: 10 CM x 60 CM. Color: Grigio Chairo. Finish: Rock.
TILE 03 Porcelain Tile - Manufacturer Marazzi Tile. Style: System N. Size: 10 CM x 60 CM. Color: Grigio Chairo. Finish: Polished.
TILE 06 Porcelain Tile - Manufacturer Marazzi Tile. Style: System N. Size: 15 CM x 60 CM. Color: Grigio Chairo. Finish: Rock.
TILE 07 Porcelain Tile - Manufacturer Marazzi Tile. Style: System N. Size: 15 CM x 60 CM. Color: Grigio Chairo. Finish: Polished.
TILE 10 Porcelain Tile - Manufacturer: Fondovalle. Style: Rug. Size: 30 CM x 120 CM. Color: Jet Black.
TILE 11 Porcelain Tile - Manufacturer: Fondovalle. Style: Rug. Size: 30 CM x 120 CM. Color: Inox.
TILE PATT A Blend of 35% TILE 2, 15% TILE 3, 35% TILE, 6, and 15% TILE 7. Random Stagger Joint Pattern.
TILE PATT B Blend of 50% TILE 6, 50% TILE 7. Linear Joint Pattern.
WO CPT Walk Off Carpet Tile - Shaw. Style: All Access Path. Color: 34549 Lava.

Finish Schedule_Alternate 1

No. Name Area Floor
North
Base

East
Base

South
Base

West
Base

North
Wall

East
Wall

South
Wall

West
Wall Ceiling Comments

Fire Sprinkler Finishes Cover Plate
ColorOrientation Head Finish

171 STORAGE 55 SF TILE PATT
B

BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - PT1 Pendant White -

172A LOBBY 629 SF TILE PATT
B

BASE1 BASE1 BASE1 - PT1 PT1 PT1 - WD3 Concealed Brass Custom Color to
Match Ceiling

172B CONCESSIONS 61 SF TILE PATT
B

- BASE1 BASE1 - - PT1 PT1 - WD3 Concealed Brass Custom Color to
Match Ceiling

172C CORRIDOR 266 SF TILE PATT
B

- BASE1 BASE1 - - PT1 PT1 - WD3 Concealed Brass Custom Color to
Match Ceiling

173 VESTIBULE 149 SF WO CPT - - - - - - - - WD3 Concealed Brass Custom Color to
Match Ceiling

174 S/L LOCK 105 SF CPT 01 BASE7 BASE7 BASE7 BASE7 PT7 PT7 PT7 PT7 EXP - PT7 Pendant Black -
175 CORRIDOR 130 SF SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
176 CORRIDOR 173 SF SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
177A DRESSING ROOM 179 SF CPT 04 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
177B UNISEX 68 SF TILE 10 - - - - TILE 10,

PT1
TILE 10,
PT1

TILE
10, PT1

TILE 10,
PT1

GYP - PT1 Concealed Brass White

177C DRESSING ROOM 170 SF CPT 04 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
177D UNISEX 64 SF TILE 10 - - - - TILE 10,

PT1
TILE 10,
PT1

TILE
10, PT1

TILE 10,
PT1

GYP - PT1 Concealed Brass White

177E DRESSING ROOM 170 SF CPT 04 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
177F UNISEX 66 SF TILE 11 - - - - TILE 11,

PT1
TILE 11,
PT1

TILE
11, PT1

TILE 11,
PT1

GYP - PT1 Concealed Brass White

178 SCENIC STORAGE 620 SF SL CON 01 BASE7 BASE7 BASE7 BASE7 PT7 PT7 PT7 PT7 EXP - PT7 Pendant Black -
179 STAIR 151 SF SL CON 01 BASE7 BASE7 BASE7 BASE7 PT7 PT7 PT7 PT7 - Pendant Black -
180 STUDIO THEATRE 3580 SF SF 01 BASE7 BASE7 BASE7 BASE7 PT7 PT7 PT7 PT7 EXP - PT7 Pendant Black White
249A CORRIDOR 379 SF SL CON 01 BASE7 BASE7 BASE7 BASE7 PT7 PT7 PT7 PT7 EXP - PT7 Pendant Black -
249B CONTROL ROOM 231 SF CPT 01 BASE7 BASE7 BASE7 BASE7 PT7 PT7 PT7 PT7 ACT2*, EXP-PT7 Concealed Brass White
249C RECORDING BOOTH 116 SF CPT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White
249D RECORDING

WORKSTATION
115 SF CPT 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 ACT1 Concealed Brass White

250 ELEC 138 SF SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass -
251 COMM 69 SF SDT BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass White
252 MECHANICAL ROOM 1602 SF SL CON 01 BASE1 BASE1 BASE1 BASE1 PT1 PT1 PT1 PT1 EXP - no paint Pendant Brass

Addendum 04 2014, June 17
Addendum 05 2014, June 20
Addendum 06 2014, June 25
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2" 2"

2"

ANODIZED
ALUMINUM
FRAME

PRIMED AND
PAINTED HOLLOW
METAL FRAME.
COORDINATE
THROAT SIZES
WITH WALL TYPE.
FRAMES IN WALLS
THICKER THAN
7-1/4" SHALL
BE
STANDARD 4-
7/8"
THROAT FRAMES,
INSET INTO
OPENING.  SEE
ALSO DETAILS.1 2 3
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STOREFRONT
ALUMINUM
FRAME
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SOLID
WOOD
DOOR
FRAME
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(SEE SCHEDULE)

CONCEALED
POCKET
DOOR FRAME
AND TRACK
(SEE PLAN
FOR DOOR
ORIENTATION)

(SEE SCHEDULE)
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(FRAME TYPE NOT USED)
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STAIN
FINISHED
SOLID
CORE
FLUSH
WOOD
DOOR

ANODIZED
ALUMINUM
FRAMED DOOR
(DOUBLE
DOOR). DOOR
SHALL BE
COMPATIBLE
WITH
SUPPORTING
FRAME SYSTEM
 (STOREFRONT
OR
CURTAINWALL
- SEE
WINDOW
TYPES).

PRIMED
AND
PAINTED
HOLLOW
METAL
DOOR

DOORS
SEPARATED BY
2" CENTER
MULLION
(STOREFRONT
OR
CURTAINWALL -
SEE WINDOW
TYPES).

STYLE
STAINLESS
STEEL
24"
PULL @
EA. SIDE

T

ANODIZED
ALUMINUM
FRAMED
DOOR.
DOOR SHALL
BE
COMPATIBLE
WITH
SUPPORTING
FRAME
SYSTEM
(STOREFRONT
OR
CURTAINWALL
- SEE
WINDOW
TYPES).

PRIMED
AND
PAINTED
HOLLOW
METAL
DOOR

DENOTES REQUIREMENT FOR
FULLY TEMPERED SAFETY GLAZING

A

D

C

T T

B

E

T

F

T

MDF
DOOR

G

3' - 0" 3' - 0"

7' 
- 0

"
1' 

- 6
"

(SEE SCHEDULE)
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H

DUTCH DOOR WITH
SHELF ON BOTTOM
LEAF, REF DOOR
SCHEDULE FOR
DOOR MATERIAL

2' 
- 1

0"

(SEE SCHEDULE)
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STAIN
FINISHED
SOLID
CORE
FLUSH
WOOD
DOORS

J

(SEE SCHEDULE)
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K

PRIMED AND
PAINTED HOLLOW
METAL DOOR.
CLAD EXTERIOR
SIDE OF DOOR
WITH RAINSCREEN
PANELS TO MATCH
BUILDING'S
EXTERIOR
CLADDING.
CLADDING ACROSS
FACE OF DOOR
SHALL BE A
CONTINUATION OF
BUILDING
CLADDING
PATTERN.

PATCH
FITTING

ALL GLASS
ENTRANCE
DOOR

STAINLESS
STEEL
BOTTOM
RAIL

(SEE SCHEDULE)

(S
EE
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C
H
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E)

L

DUTCH DOOR WITH
SHELF ON BOTTOM
LEAF, REF DOOR
SCHEDULE FOR
DOOR MATERIAL

2' 
- 1

0"

CLAD EXTERIOR SIDE OF
DOOR WITH RAINSCREEN
PANELS TO MATCH
BUILDING'S EXTERIOR
CLADDING. CLADDING
ACROSS FACE OF DOOR
SHALL BE A
CONTINUATION OF
BUILDING CLADDING
PATTERN.

(SEE SCHEDULE)
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M

SOLID CORE FLUSH WOOD
DOORS. CLAD FRONT
(PULL) SIDE OF DOOR
WITH CEDAR PANELS IN
HERRING BONE PATTERN
TO MATCH ADJACENT
WALL TREATMENT. CEDAR
PANELS ACROSS FACE OF
DOOR SHALL BE A
CONTINUATION OF AND
ALIGN WITH THE
ADJACENT CEDAR
PANELS.  BACK (PUSH)
SIDE OF DOOR TO BE
STAIN FINISHED

(SEE SCHEDULE)

(S
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 S
C
H
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E)

PRIMED AND
PAINTED HOLLOW
METAL DOOR.

N

LITE WITH FIRE
RATED GLASS.
100 SQ IN MAX

1' 
- 2

"

7"

DFCM approval stamp
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The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940
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DFCM project no:

Revisions

Door / Frame
Types & Schedule

U-AE603

28 May 2014

12218730

Bid Documents

Door Schedule

Door No.
Hardware

Group Width Height
Door
Type Door Material Door Finish

Frame
Type Frame Material Frame Finish

Fire
Rating

Comments and/or Access
Control Notes

Sound
Transmission Phase

159/1 J 3' - 0" 7' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
160/1 48 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
160/2 43 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
162/1 J 3' - 0" 8' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
163/1 J 3' - 0" 8' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
164/1 45.1 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized CARD READER Base Bid
165/1 51 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
166/1 28.1 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
167/1 46 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
167A/1 41 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
168/1 25 1' - 8" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
169/1 42 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
170/1 42 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
171/1 44 3' - 0" 7' - 2" D Wood Stain 2 Aluminum Clear Anodized Base Bid
173/1 A1 4' - 0" 9' - 0" E ALUM/GLS Clear Anodized S.W.T. CURT-ALUM Clear Anodized ADA Base Bid
173/2 B1 4' - 0" 9' - 0" E ALUM/GLS Clear Anodized S.W.T. CURT-ALUM Clear Anodized ADA Base Bid
174/1 32 6' - 0" 9' - 0" M Wood PNT/CLD 1 Hollow Metal Painted Seals/Sweep Base Bid
174/2 8 6' - 0" 9' - 2" D Wood Stain 1 Hollow Metal Painted 90 MIN Seals/Sweep Base Bid
174/3 36 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Seals/Sweep Base Bid
176/1 36 3' - 0" 7' - 0" D Wood Stain 1 Hollow Metal Painted Seals/Sweep Base Bid
177E/1 46 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
178/1 6 4' - 0" 7' - 2" K Hollow Metal PNT/CLD 1 Hollow Metal Painted CARD READER Base Bid
180/1 20 3' - 0" 7' - 2" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Seals/Sweep Base Bid
202/1 36 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
203/1 4 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
205/1 40 6' - 0" 8' - 6" G MDF none 5 Wood Stain Base Bid
205/2 40 6' - 0" 8' - 6" G MDF none 5 Wood Stain Base Bid
206/1 D 6' - 0" 7' - 2" A ALUM/GLS Clear Anodized 4 STR-ALUM Clear Anodized ADA, CARD READER Base Bid
206/2 33 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
207/1 29 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
208/1 42 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
209/1 42 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
210/1 3.1 3' - 0" 7' - 2" L Hollow Metal PNT/CLD 1 Hollow Metal Painted Base Bid
211/1 46 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
213/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
214/1 44 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
215/1 46 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
216/1 46 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
217/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
218/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
219/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
220/1 46 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
221/1 15 3' - 0" 7' - 2" K Hollow Metal PNT/CLD 1 Hollow Metal Painted 90 MIN Base Bid
222/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
223/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
224/1 49 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
224A/1 49 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
225/1 46 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
227/1 27 3' - 0" 7' - 0" D Wood Stain 1 Hollow Metal Painted Seals/Sweep Base Bid
229/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
230/1 1 6' - 0" 8' - 0" 90 MIN OVERHEAD COILING DOOR Base Bid
231/1 23 4' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN H.O. Base Bid
232/1 9 6' - 0" 7' - 0" F Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
232A/1 25 1' - 8" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
232A/2 25 1' - 8" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
233/1 16 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
234/1 28 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Seals/Sweep Base Bid
235/1 11 3' - 0" 7' - 2" K Hollow Metal PNT/CLD 1 Hollow Metal Painted 90 MIN Base Bid
235/2 12 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
236/1 C 3' - 0" 8' - 0" E ALUM/GLS Clear Anodized S.W.T. CURT-ALUM Clear Anodized ADA, CARD READER Base Bid
236/2 30 3' - 0" 7' - 0" K Hollow Metal PNT/CLD 1 Hollow Metal Painted Seals/Sweep Base Bid
236A/1 4 3' - 0" 7' - 0" K Hollow Metal PNT/CLD 1 Hollow Metal Painted Seals/Sweep Base Bid
237/1 51 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
238/1 51 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
239/1 51 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
240/1 51 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
241/1 K 3' - 0" 8' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
241/2 K 3' - 0" 8' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
242/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
243/1 31 4' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
244/1 46 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
248/1 27 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Seals/Sweep Base Bid
250/1 27 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
251/1 27 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
252/1 27 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Seals/Sweep Base Bid
302/1 52 2' - 10" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
303/1 52 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
304/1 56 2' - 6" 7' - 2" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
304/2 56 2' - 6" 7' - 2" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
305/1 56 2' - 8" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
305/2 56 2' - 8" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
177A/1 49 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Alternate 1
177B/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Alternate 1
177C/1 49 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Alternate 1
177D/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Alternate 1
177F/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Alternate 1
178/2 1 8' - 0" 8' - 0" 90 MIN OVERHEAD COILING DOOR Alternate 1
249B/1 37 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Alternate 1
249B/2 28 2' - 6" 7' - 2" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Seals/Sweep Alternate 1
249C/1 37 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Seals/Sweep Alternate 1
249D/1 37 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Seals/Sweep Alternate 1

Door Schedule

Door No.
Hardware

Group Width Height
Door
Type Door Material Door Finish

Frame
Type Frame Material Frame Finish

Fire
Rating

Comments and/or Access
Control Notes

Sound
Transmission Phase

003/1 14 6' - 0" 7' - 0" F Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
003/2 10 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
004/1 38 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
005/1 27 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
006/1 31 4' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
007/1 7 6' - 0" 7' - 0" F Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
008/1 53 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
008/2 53 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Seals/Sweep Base Bid
009/1 13 6' - 0" 7' - 0" F Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Seals/Sweep Base Bid
010/1 14 6' - 0" 7' - 0" F Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Seals/Sweep Base Bid
011/1 14 6' - 0" 7' - 0" F Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
012/1 26 6' - 0" 7' - 0" F Hollow Metal Painted 1 Hollow Metal Painted Base Bid
012/2 14 6' - 0" 7' - 0" F Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Seals/Sweep Base Bid
013/1 16 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
014/1 16 3' - 0" 7' - 2" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
101/1 40 6' - 0" 8' - 6" G MDF none 5 Wood Stain Base Bid
101/2 40 6' - 0" 8' - 6" G MDF none 5 Wood Stain Base Bid
104/1 3 3' - 0" 7' - 0" H Hollow Metal Painted 1 Hollow Metal Painted Base Bid
104/2 16 3' - 0" 7' - 2" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
105A/1 2 7' - 0" 8' - 0" Custom Steel Gate Base Bid
105A/2 2 3' - 6" 8' - 0" Custom Steel Gate Base Bid
105B/1 2 7' - 0" 8' - 0" Custom Steel Gate Base Bid
105B/2 2 7' - 0" 8' - 0" Custom Steel Gate Base Bid
106/1 2 6' - 0" 8' - 0" Custom Steel Gate Base Bid
109/2 35 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
109A/1 25 1' - 8" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
109A/2 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
110/1 A 6' - 0" 7' - 2" A ALUM/GLS Clear Anodized 4 STR-ALUM Clear Anodized ADA Base Bid
112/1 42 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
113/1 42 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
114/1 20 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
114/2 23 4' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN H.O. Base Bid
114/3 18 6' - 0" 7' - 0" F Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
114/4 25 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
114A/1 28 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
115/1 23 4' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
116/1 21 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
116/2 5 3' - 0" 7' - 2" K Hollow Metal PNT/CLD 1 Hollow Metal Painted Base Bid
116/3 54 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN H.O. Base Bid
118/1 23 4' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
119/1 39 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
121/1 1 8' - 0" 8' - 0" 90 MIN OVERHEAD COILING DOOR Base Bid
121/2 22 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
121/3 17 4' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN H.O. Base Bid
121/4 1 12' - 0" 8' - 0" OVERHEAD COILING DOOR Base Bid
122/1 16 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
122/2 55 3' - 0" 7' - 0" K Hollow Metal PNT/CLD 1 Hollow Metal Painted 90 MIN Base Bid
123/1 44 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
124/1 46 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
125/1 10 3' - 0" 7' - 0" N Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
126/1 5 3' - 0" 7' - 0" K Hollow Metal PNT/CLD 1 Hollow Metal Painted Base Bid
127/1 46 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
130/1 47 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
132/1 19 6' - 0" 7' - 0" F Hollow Metal Painted 1 Hollow Metal Painted 90 MIN Base Bid
132H/1 46 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
132K/1 40.1 3' - 0" 7' - 0" D Wood Stain 6 Hollow Metal Painted Pocket Door Base Bid
132L/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
132N/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
132Q/1 24 3' - 0" 7' - 0" D Wood Stain 6 Hollow Metal Painted Pocket Door Base Bid
132R/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
132T/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
132V/1 24 3' - 0" 7' - 0" D Wood Stain 6 Hollow Metal Painted Pocket Door Base Bid
132W/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
132X/1 51 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
132Y/1 50 3' - 0" 7' - 0" D Wood Stain 2 Aluminum Clear Anodized Base Bid
133/1 E 3' - 0" 8' - 0" E ALUM/GLS Clear Anodized S.W.T. CURT-ALUM Clear Anodized Base Bid
133/2 G 3' - 0" 8' - 0" E ALUM/GLS Clear Anodized S.W.T. CURT-ALUM Clear Anodized Base Bid
134B/1 H 6' - 2" 8' - 0" A ALUM/GLS Clear Anodized S.W.T. STR-ALUM Clear Anodized Base Bid
135/1 34 4' - 0" 7' - 2" K Hollow Metal PNT/CLD 1 Hollow Metal Painted Seals/Sweep Base Bid
135/2 26 8' - 0" 7' - 10" F Hollow Metal Painted 1 Hollow Metal Painted Seals/Sweep Base Bid
135/3 33 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Seals/Sweep Base Bid
136/1 1 8' - 0" 8' - 0" OVERHEAD COILING DOOR Base Bid
137/1 29 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
138/1 27 3' - 0" 7' - 0" C Hollow Metal Painted 1 Hollow Metal Painted Base Bid
139/1 F 3' - 0" 8' - 0" E ALUM/GLS Clear Anodized S.W.T. STR-ALUM Clear Anodized CARD READER Base Bid
139/2 B 6' - 2" 8' - 0" A ALUM/GLS Clear Anodized S.W.T. STR-ALUM Clear Anodized ADA Base Bid
139/3 A 6' - 2" 8' - 0" A ALUM/GLS Clear Anodized S.W.T. STR-ALUM Clear Anodized ADA Base Bid
141/1 C 3' - 0" 8' - 0" A ALUM/GLS Clear Anodized S.W.T. CURT-ALUM Clear Anodized ADA, CARD READER Base Bid
141/2 C 3' - 6" 8' - 0" E ALUM/GLS Clear Anodized S.W.T. CURT-ALUM Clear Anodized ADA, CARD READER Base Bid
142/1 51 3' - 0" 7' - 0" H Wood Stain 2 Aluminum Clear Anodized WITH SHELF Base Bid
143/1 K 3' - 2

3/8"
8' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid

143/2 K 3' - 2
3/8"

8' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid

145/1 J 3' - 0" 7' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
146/1 J 3' - 0" 7' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
147/1 J 3' - 0" 8' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
148/1 J 3' - 0" 8' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
149/1 J 3' - 0" 7' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
150/1 J 3' - 0" 7' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
151/1 J 3' - 0" 7' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
152/1 J 3' - 0" 7' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
153/1 K 3' - 0" 7' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
156/1 J 3' - 0" 7' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
157/1 J 3' - 0" 7' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid
158/1 J 3' - 0" 7' - 0" B GLASS GLASS S.W.T. GLASS GLASS Base Bid

ALUM/GLS

STR-ALUM

CURT-ALUM

PAINTED

PNT/CLAD

STAIN

GLASS

S.W.T.

ADA

H.O.

SEALS/SWEEP

ALUMINUM FRAMED WITH GLASS INFILL PANE

STOREFRONT ALUMINUM

CURTAINWALL ALUMINUM

PRIMER AND PAINT.  MATCH PAINT OR FINISH MATERIAL COLOR
OF ADJACENT WALL (MATCH ARCHITECT'S SAMPLE).  COLOR OF
ONE SIDE OF DOOR OR FRAME MAY BE DIFFERENT THAN COLOR
OF OTHER SIDE OF DOOR OR FRAME.

PRIMER AND PAINT.  MATCH PAINT OR FINISH MATERIAL COLOR
OF ADJACENT WALL (MATCH ARCHITECT'S SAMPLE).  COLOR OF
ONE SIDE OF DOOR OR FRAME MAY BE DIFFERENT THAN COLOR
OF OTHER SIDE OF DOOR OR FRAME. CLAD DOOR WITH
MATERIAL AS SHOWN IN DOOR OR FRAME TYPES.

STAIN TO MATCH ARCHITECT'S SAMPLE

ALL GLASS ENTRANCE SYSTEM (DOOR AND/OR FRAME). SEE
ALSO WINDOW TYPES

SEE WINDOW TYPES

PROVIDE ADA ACTUATOR AND OPERATOR

PROVIDE MAGNETIC HOLD OPEN, TIED TO FIRE ALARM SYSTEM

PROVIDE HEAD AND JAMB SEALS, AND SWEEP AT BOTTOM OF
DOOR TO ELIMINATE SOUND TRANSMISSION THROUGH DOOR

GENERAL NOTES:

1. REFER TO DOOR HARDWARE SPECIFICATION SECTION 087100 FOR DOOR
HARDWARE REQUIREMENTS.

2. SEE FLOOR PLANS FOR ADA ACTUATOR LOCATIONS.

ABBREVIATIONS / DESCRIPTIONS:

 1/4" = 1'-0" A5Frame Types
 1/4" = 1'-0" A6Door Types

Door Schedule B5no scale

Addendum 04 2014, June 17
Addendum 05 2014, June 20
Addendum 06 2014, June 25
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DENOTES REQUIREMENT FOR FULLY TEMPERED SAFETY GLAZINGT

NOTE: FIELD VERIFY ALL CONDITION AND DIMENSIONS PRIOR TO FABRICATION
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Bid Documents
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Window Types A61/4" = 1'-0"

Addendum 03 2014, June 10
Addendum 05 2014, June 20

NOTE: WINDOW TYPE TO HAVE
MANUAL ROLLER SHADE

NOTE: WINDOW TYPE TO HAVE
MANUAL ROLLER SHADE

NOTE: WINDOW TYPE TO HAVE MANUAL
ROLLER SHADE - DASHED AREA ONLY

NOTE: WINDOW TYPE TO HAVE MANUAL
ROLLER SHADE - DASHED AREA ONLY
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DOOR OPENING - SEE DOOR TYPES

DENOTES REQUIREMENT FOR FULLY TEMPERED SAFETY GLAZINGT

NOTE: FIELD VERIFY ALL CONDITION AND DIMENSIONS PRIOR TO FABRICATION
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87' - 9"

1' 
- 5

 1/
2"

7' 
- 0

"

3' 
- 0

"
7' 

- 0
"

GLASS JOINT CENTERED ON
END OF OFFICE WALL (SEE
FLOOR PLANS)

GLASS JOINT CENTERED ON
END OF OFFICE WALL (SEE

FLOOR PLANS)

GLASS JOINT CENTERED ON
END OF OFFICE WALL (SEE
FLOOR PLANS)

TTTTT

STIPPLED PATTERN INDICATES AREA OF CUSTOM GRAPHIC
VINYL CUT DECAL. SEE E6/U-AE524 FOR PARTIAL DECAL DETAIL.

ADD
6

Studio Ticket Level
97' - 9 1/2"

3' 
- 0

"
7' 

- 0
"

2' - 9 1/2" 2' - 9 1/2" 3' - 0" 1' - 0" 2' - 8 1/2" 2' - 8 1/2" 3' - 0" 1' - 0"1' - 0" 3' - 0" 10' - 5 7/8"

33' - 5 7/8"

10
' - 

0"

DOOR OPENING -
SEE DOOR TYPES

ALL GLASS (MALLFRONT)
TEMPERED WINDOW

BRUSHED STAINLESS STEEL
BOTTOM RAIL

T

T

TT

T

T

T

TT TT T T T

GLASS JOINT
CENTERED ON END

OF OFFICE WALL
(SEE FLOOR PLANS)

STIPPLED PATTERN INDICATES AREA OF
CUSTOM GRAPHIC VINYL CUT DECAL. SEE
E6/U-AE524 FOR PARTIAL DECAL DETAIL.

Level 2
118' - 7"

3' - 0"1' - 8 3/4"14' - 8 5/8"3' - 0"

22' - 5 3/8"

8' 
- 0

"
5' 

- 3
 3/

8"
7"

12
' - 

5 7
/8"

DOOR OPENING -
SEE DOOR TYPES

ALL GLASS (MALLFRONT)
TEMPERED WINDOW

BRUSHED STAINLESS
STEEL TOP RAIL,
CONCEALED IN CEILING

BRUSHED STAINLESS
STEEL BOTTOM RAIL

T

T

T

T

5 EQUAL @  16' - 5 3/8"

T T T

TT T T T

2' 
- 0

"

8' - 0"

2" X 4-1/2" CLEAR ANODIZED
ALUMINUM STOREFRONT

97' - 9 1/2"
Studio Ticket Level

105' - 9 1/2"
B.O. Sill

8' 
- 0

"

QTY (3) 5' x 4'-2"
DOUBLE HUNG
ALUMINUM WINDOWS

4' 
- 2

"

14' - 10 1/2"

Studio Ticket Level
97' - 9 1/2"

2' 
- 6

"

2' - 6"
2" X 4-1/2" CLEAR ANODIZED
ALUMINUM STOREFRONT

101' - 4"
B.O. Sill

BREAK METAL TO MATCH
WINDOW FRAME - SEE
INTERIOR ELEVATIONS

Studio Level South
97' - 3"

2' 
- 6

"

2' - 6"
2" X 4-1/2" CLEAR ANODIZED
ALUMINUM STOREFRONT

101' - 4"
B.O. Window

BREAK METAL TO MATCH
WINDOW FRAME - SEE
INTERIOR ELEVATIONS

Level 2
118' - 7"

OVER-HEAD
ROLL-UP
WINDOW

B.O. Sill

OVERHEAD ROLL
UP WINDOW
HOOD WITHIN
WALL CAVITY
(SEE DETAILS)

121' - 11"

6' - 0"

4' 
- 8

"
3' 

- 4
"

Studio Mezzanine
108' - 1"

3' 
- 0

"
3' 

- 0
"

4' - 0"
2" x 4-1/2" CLEAR
ANODIZED
ALUMINUM
STOREFRONT

DOOR OPENING -
SEE DOOR TYPES

ALL GLASS
(MALLFRONT)
TEMPERED
WINDOW

BRUSHED
STAINLESS STEEL
TOP RAIL,
CONCEALED IN
CEILING

BRUSHED STAINLESS
STEEL BOTTOM RAIL

T 8' 
- 0

"

3' - 0"

STIPPLED PATTERN INDICATES
AREA OF CUSTOM GRAPHIC VINYL
CUT DECAL. SEE E6/U-AE524 FOR
SIMIALR DECAL PATTERN.

2" X 4-1/2"
CLEAR
ANODIZED
ALUMINUM
STOREFRONT

3' 
- 4

"

2' - 0"

PROVIDE
OPERABLE
WOOD
SHUTTER
BLINDS (FULL
LENGTH AND
WIDTH OF
WINDOW) ON
INTERIOR SIDE
OF WINDOW

2" X 4-1/2"
CLEAR
ANODIZED
ALUMINUM
STOREFRONT

PROVIDE
OPERABLE
WOOD
SHUTTER
BLINDS (FULL
LENGTH AND
WIDTH OF
WINDOW) ON
INTERIOR SIDE
OF WINDOW

7' 
- 4

"

2' - 0"
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DFCM project no:

Revisions

Window Types

U-AE605

28 May 2014

12218730

Bid Documents

K L M

N

P Q

T

U V W X

Z
AA

BB CC DD EE FF Window Types A61/4" = 1'-0"

R

GG

Addendum 03 2014, June 10
Addendum 05 2014, June 20
Addendum 06 2014, June 25

Y

NOTE: WINDOW TYPE TO HAVE
MANUAL ROLLER SHADE

NOTE: WINDOW TYPE TO HAVE MANUAL
ROLLER SHADE - DASHED AREA ONLY

HH JJ

ADD
6

ADD
6



1" TALL X 1/32" THICK RAISED
NUMBERS. TRADE GOTHIC FONT. REFER
TO SCHEDULE FOR TEXT. SUBMIT
COLOR CHART TO ARCHITECT FOR
SELECTION FROM FULL RANGE OF
COLORS.

60
" 
A.
F.
F.
 T
O 
℄ 

OF
 S
IG
N

ADHERE SIGN TO WALL WITH HEAVY
DUTY DOUBLE STICK TAPE. INSURE
TAPE IS NOT VISIBLE THROUGH VINYL
GRAPHIC.

WHERE SIGN IS MOUNTED TO GLASS,
PROVIDE AN EXTRA 6"x6"x1/2" THICK
ACRYLIC PANEL WITH POLISHED EDGES
AND A SINGLE COLOR VINYL ADHERED
TO BACK. MOUNT EXTRA PANEL ON
BACK SIDE OF GLASS TO CONCEAL
MOUNTING TAPE FROM FRONT SIGN.

SIGN FABRICATOR TO SUBMIT LAYOUT
FOR EACH INDIVIDUAL SIGN FOR
APPROVAL.

SIGN IS TO BE USED AT PRIVATE
OFFICES. SEE SCHEDULE FOR TOTAL
QUANTITIES. AFTER APPROVAL OF SIGN
LAYOUTS AND SELECTION OF COLORS
BY ARCHITECT, SUBMIT ONE
COMPLETED SIGN SAMPLE AND A KEYED
PLAN OF PROPOSED SIGN LOCATIONS
FOR APPROVAL PRIOR TO FABRICATION
OF SIGNS FOR ALL ROOMS.

11_
2
"

6"

CUSTOM VINYL GRAPHIC APPLIED TO
BACK OF SIGN. GRAPHIC CONSISTS OF 4
DIFFERENT COLORS OF VINYL, IN A
PATTERN TO BE DETERMINED. SUBMIT
COLOR CHART OF VINYLS TO ARCHITECT
FOR SELECTION FROM FULL RANGE OF
COLORS. CHART TO SHOW ACTUAL VINYL
SAMPLES, NOT PRINTED REPRODUCTIONS
OF AVAILABLE COLORS.

VINYL GRAPHIC
APPLIED TO BACK OF
SIGN

1 
1/
2"

6"7/
8"

165

ADA COMPLIANT GRADE 2 BRAILLE. ADHERE
DOTS DIRECTLY TO ACRYLIC. BRAILLE DOT
COLOR TO BE SELECTED BY ARCHITECT
FROM MANUFACTURERS FULL RANGE.
BRAILLE ALIGNED FLUSH LEFT WITH WORD
BELOW

3" TO ADJACENT
DOOR FRAME

FRONT
VIEW

SIDE
VIEW

VINYL GRAPHIC
FOR BACK OF SIGN

1-1/2" THICK CLEAR
ACRYLIC PANEL. NOTCH TO
RECEIVE ADDITIONAL ACRYLIC
PIECE AS SHOWN. POLISHED
ALL EDGES, INCLUDING INSIDE
THE NOTCH

1/8" GAP BETWEEN ACRYLIC PIECES

METAL FASTENERS WITH 3/16" ∅ HEAD, TYP.

1/8"
ALUMINUM
SPACER

6" WIDE X 1-1/2"
TALL X 1/4" THICK
CLEAR ACRYLIC
WITH POLISHED
EDGES

ALUMINUM
STOREFRONT
DOOR

CUSTOM GRAPHIC
VINYL CUT DECAL
COLOR TO HAVE
APPEARANCE OF
ETCHED GLASS.
SUBMIT SAMPLE
FOR APPROVAL.
APPLY TO
INTERIOR FACE OF
GLASS TO BE
READ FROM
EXTERIOR.

1'-5"EQ EQ

5'
-
0"

FR
OM

 F
IN
IS
H
 F
LO
OR

10
 1
/2
"

8"

60
" 
A.
F.
F.
 T
O 
℄ 

OF
 S
IG
N

1/32" THICK
RAISED ADA
COMPLIANT
RESTROOM
SYMBOLS.

3/16" X
7" BAND

5/8" HIGH
1/32" THICK
RAISED
LETTERING.
TRADE GOTHIC
FONT.

ADHERE SIGN TO WALL
WITH HEAVY DUTY
DOUBLE STICK TAPE.
INSURE TAPE IS NOT
VISIBLE THROUGH VINYL
GRAPHIC.

CUSTOM VINYL GRAPHIC APPLIED TO BACK OF SIGN. GRAPHIC
CONSISTS OF 4 DIFFERENT COLORS OF VINYL, IN A PATTERN
TO BE DETERMINED. SUBMIT COLOR CHART OF VINYLS TO
ARCHITECT FOR SELECTION FROM FULL RANGE OF COLORS.
CHART TO SHOW ACTUAL VINYL SAMPLES, NOT PRINTED
REPRODUCTIONS OF AVAILABLE COLORS.

VINYL GRAPHIC
APPLIED TO BACK OF
SIGN

11_
2
"

RAISED ADA SYMBOLS
ON FRONT OF SIGN

MEN WOMEN UNISEX

SIGN TYPE B SIGN TYPE C

1-1/2"
THICK
ACRYLIC
PANEL WITH
POLISHED
EDGES

3" TO ADJACENT DOOR
FRAME OR SIDELIGHT FOR ALL SYMBOLS AND TEXT, SUBMIT COLOR CHART TO ARCHITECT FOR

SELECTION FROM FULL RANGE OF COLORS

ADA COMPLIANT
GRADE 2 BRAILLE

(DETAILS AND MATERIALS
SIMILAR TO SIGN TYPE J)

VINYL GRAPHIC FOR BACK OF SIGN

SIDE
VIEW

SIGN TYPE D

(DETAILS AND MATERIALS
SIMILAR TO SIGN TYPE J)

1/32" THICK RAISED LETTERING. TRADE GOTHIC
FONT. REFER TO SCHEDULE FOR TEXT. SUBMIT
COLOR CHART TO ARCHITECT FOR SELECTION
FROM FULL RANGE OF COLORS.

WHEN ONE WORD OCCURS IN THE ROOM NAME,
USE 1" TALL ALL CAPS LETTERS, FLUSH RIGHT
WITH THE SIGN. WHEN TWO WORDS OCCUR IN
ROOM NAME, USE 5/8" TALL LETTERING FOR THE
SECOND WORD, FLUSH LEFT TO THE SIGN, WITH
LETTERS SPACED OUT.

WHEN THE FIRST WORD OF THE ROOM NAME IS
TOO LONG TO FIT ON SIGN WHEN 1" TALL,
PROVIDE LETTERS AS TALL AS POSSIBLE TO FIT
ENTIRE 6" WIDTH OF SIGN WITHOUT DISTORTING
TEXT. MINIMUM LETTER HEIGHT 5/8" TALL.

60
" 
A.
F.
F.
 T
O 
℄ 

OF
 S
IG
N

ADHERE SIGN TO WALL WITH HEAVY
DUTY DOUBLE STICK TAPE. INSURE
TAPE IS NOT VISIBLE THROUGH VINYL
GRAPHIC.

WHERE SIGN IS MOUNTED TO GLASS,
PROVIDE AN EXTRA 6"x6"x1/2" THICK
ACRYLIC PANEL WITH POLISHED
EDGES AND A SINGLE COLOR VINYL
ADHERED TO BACK. MOUNT EXTRA
PANEL ON BACK SIDE OF GLASS TO
CONCEAL MOUNTING TAPE FROM
FRONT SIGN.

SIGN FABRICATOR TO SUBMIT LAYOUT
FOR EACH INDIVIDUAL SIGN FOR
APPROVAL.

AFTER APPROVAL OF SIGN LAYOUTS
AND SELECTION OF COLORS BY
ARCHITECT, SUBMIT ONE FINISHED
ROOM SIGN FOR APPROVAL PRIOR TO
FABRICATION OF SIGNS FOR ALL
ROOMS.

6"11_
2
"

6"

CUSTOM VINYL GRAPHIC APPLIED
TO BACK OF SIGN. GRAPHIC
CONSISTS OF 4 DIFFERENT
COLORS OF VINYL, IN A PATTERN
TO BE DETERMINED. SUBMIT
COLOR CHART OF VINYLS TO
ARCHITECT FOR SELECTION FROM
FULL RANGE OF COLORS. CHART
TO SHOW ACTUAL VINYL
SAMPLES, NOT PRINTED
REPRODUCTIONS OF AVAILABLE
COLORS.

3
1 _ 2
"

1"

1 / 4
"

5 / 8
"

VINYL GRAPHIC
APPLIED TO BACK OF
SIGN

BREAK
ROOM

ADA COMPLIANT GRADE 2 BRAILLE. ADHERE DOTS
DIRECTLY TO ACRYLIC. BRAILLE DOT COLOR TO
BE SELECTED BY ARCHITECT FROM
MANUFACTURERS FULL RANGE. BRAILLE ALIGNED
FLUSH LEFT WITH WORD BELOW

3" TO ADJACENT
DOOR FRAME

FRONT
VIEW

SIDE
VIEW

VINYL GRAPHIC FOR BACK OF SIGN

1-1/2" THICK CLEAR
ACRYLIC PANEL WITH
POLISHED EDGES
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date:

DFCM project no:

Revisions

Signage

U-AG501

28 May 2014

12218730

Bid Documents

Sign Schedule

Sign
Type Sign Text

Drawing
Reference

SIGN
QTY Description / Remarks

A MEN E3 / U-AG501 3
B WOMEN E3 / U-AG501 3
C UNISEX E3 / U-AG501 4
D FIRE SPRINKLER RISER ROOM 1 Provide 6" x 4" sign with raised latters to match sign type J. Trade Gothic Font.
E (address numbers) 1 Provide 8" tall 1/4" thick water cut stud mounted clear anodized aluminum numbers in trade gothic font. Mount on exterior of building at location coordinated with

architect.
F (dedication plaque) 1 12" x 24" x 1/8" etched stainless steel plaque. Text, graphics, to be provided during submittal stage. Coordinate exact location with architect prior to installation.
G (logo) D1 / U-AG501 6
H Festival Staff Only 3
J (typical private office sign) C3 / U-AG501 27
K Engelstad Theatre 1 Provide 8" tall 1/4" thick water cut stud mounted clear anodized aluminum numbers in trade gothic font. Mount on exterior of building at location coordinated with

architect.
L Festival Administration 1 Provide 8" tall 1/4" thick water cut stud mounted clear anodized aluminum numbers in trade gothic font. Mount on exterior of building at location coordinated with

architect.
M Eileen and Allen Anes Studio Theatre 2 Provide 8" tall 1/4" thick water cut stud mounted clear anodized aluminum numbers in trade gothic font. Mount on exterior of building at location coordinated with

architect.
N RESTROOMS 2 Provide 8" tall 1/4" thick water cut stud mounted clear anodized aluminum numbers in trade gothic font. Mount on exterior of building at location coordinated with

architect.
P ELECTRICAL 3 Provide 6" x 4" sign with raised letters to match sign type J mounted to 1/8" thick acrylic to match material used on sign type J. Trade Gothic font. Mount adjacent to

door similar to mounting detail used on sign type J
Q COMM 3 Provide 6" x 4" sign with raised letters to match sign type J mounted to 1/8" thick acrylic to match material used on sign type J. Trade Gothic font. Mount adjacent to

door similar to mounting detail used on sign type J
R STORAGE 1 Provide 6" x 4" sign with raised letters to match sign type J mounted to 1/8" thick acrylic to match material used on sign type J. Trade Gothic font. Mount adjacent to

door similar to mounting detail used on sign type J
S MECHANICAL 2 Provide 6" x 4" sign with raised letters to match sign type J mounted to 1/8" thick acrylic to match material used on sign type J. Trade Gothic font. Mount adjacent to

door similar to mounting detail used on sign type J
T (costume studio logo) 1
U PROPS WORKROOM D3 / U-AG501 1
V JANITOR D3 / U-AG501 4
W PAINT BOOTH D3 / U-AG501 1
X CRAFTS D3 / U-AG501 1
Y DYE ROOM D3 / U-AG501 1
Z COSMETOLOGY D3 / U-AG501 1

AA LAUNDRY D3 / U-AG501 1
BB FITTING ROOM ONE D3 / U-AG501 1
CC FITTING ROOM TWO D3 / U-AG501 1
DD FITTING ROOM THREE D3 / U-AG501 1
EE FITTING ROOM FOUR D3 / U-AG501 1
FF FITTING ROOM FIVE D3 / U-AG501 1
GG FITTING ROOM SIX D3 / U-AG501 1
HH REHEARSAL D3 / U-AG501 2
JJ SATELLITE ELECTRICAL D3 / U-AG501 1
KK MAIL ROOM D3 / U-AG501 1
LL CONFERENCE ROOM D3 / U-AG501 2
MM PRINTING AND GRAPHICS D3 / U-AG501 1
NN GREEN ROOM D3 / U-AG501 1
PP TICKET OFFICE D3 / U-AG501 1
QQ STUDIO DRESSING ROOM ONE D3 / U-AG501 1
RR STUDIO DRESSING ROOM TWO D3 / U-AG501 1
SS STUDIO DRESSING ROOM THREE D3 / U-AG501 1
TT DRESSING ROOM ONE D3 / U-AG501 1
UU DRESSING ROOM TWO D3 / U-AG501 1
VV DRESSING ROOM THREE D3 / U-AG501 1
WW DRESSING ROOM FOUR D3 / U-AG501 1
XX DRESSING ROOM FIVE D3 / U-AG501 1
YY DRESSING ROOM SIX D3 / U-AG501 1
ZZ FAN ROOM D3 / U-AG501 1

AAA DIMMER ROOM D3 / U-AG501 1
BBB HAIR AND MAKEUP D3 / U-AG501 1
CCC FOUNDERS ROOM D3 / U-AG501 1
DDD BREAK ROOM D3 / U-AG501 1
EEE RECORDING D3 / U-AG501 1
FFF CONTROL ROOM D3 / U-AG501 1
GGG STORAGE D3 / U-AG501 3

Sign Type J C3scale: 3" = 1'-0"

Typical Room Sign D3scale: 3" = 1'-0"

Sign Types A, B, and C E3scale: 3" = 1'-0"

Sign Type G D1scale: 1-1/2" = 1'-0"

Note: All signage shown on this sheet is provided and installed by the owner.
It is shown here for reference and to demonstrate code compliance only.
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TRAP AREA: REMOVABLE MODULAR FLOOR
PANELS - 1/4" HARDWOOD OVER PLYWOOD
REF THEATRICAL DRAWINGS

ADD
6

ADD
6

MATERIAL LEGEND

GRANITE PAVERS

SEALED CONCRETE

1/4" HARDBOARD OVER
PLYWOOD OVER SLEEPERS

Porcelain Tile

Porcelain Tile

Porcelain Tile

WALK OFF MAT/
CARPETING

CARPET 1

PAVER OVER
PEDESTAL SYSTEM

PAVER OVER PEDESTAL
SYSTEM AND
INSULATION

GRAVEL BASE (UNFINISHED
AREAS)

GP 01

CON PVR 01

CON PVR 02

SL CON 01

SF 01

GRVL 01

TILE 01

TILE PATT B

TILE PATT A

WO CPT

CPT 01

GRANITE PAVERSGP 02

STAINED CONCRETEST CON 01

WASHED GRAVELGRVL 02

CARPET PATTERN ACPT PATT A

STATIC DISSAPATIVE TILESDT

CARPET 4CPT 04

Porcelain TileTILE 10

Porcelain TileTILE 11

LUXURY VINYL TILELVT
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28 May 2014
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Bid Documents

 1/16" = 1'-0" A5First Floor Finish Floor Plan - Overall

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/16" = 1'-0" D3
First Floor Finish Floor Plan
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 1/16" = 1'-0" A5Second Floor Finish Floor Plan

3.1 4" CONCRETE SLAB ON 4" COMPACTED GRAVEL FILL
3.5 CONCRETE FOOTING
3.6 CONCRETE SLAB OVER GRAVEL BASE - REF. STRUCTURAL
3.11 CONCRETE FOUNDATION WALL
3.15 CONCRETE COLUMN BASE - REF. STRUCTURAL
3.16 CONCRETE SLAB OVER METAL DECK - REF. STRUCTURAL
3.20 CONCRETE OVER STEEL PAN STAIRS
3.21 CONCRETE STAIR
3.22 CONCRETE BASE FOR LIGHT BOLLARD
4.1 STONE CLAD CONCRETE SITE WALL - REF. ARCH AND LANDSCAPE DETAILS
4.2 STONE CLAD SITE STAIR
4.3 MASONRY COLUMN, TYP. - REF. STRUCTURAL
4.4 OPENING IN MASONRY WALL FOR DOOR (SEE ADD ALTERNATE 1)
4.5 STONE CLAD METAL STUD FRAMED BENCH
5.1 STEEL COLUMN - REF STRUCT.
5.3 STEEL BEAM - REF STRUCT.
5.4 STEEL ANGLE - SEE STRUCT.
5.8 1-1/2" DIA. STAINLESS STEEL HAND RAIL - WALL MOUNTED. TERMINATE INTO WALL, TYP.
5.9 1-1/2" DIA. STAINLESS STEEL HAND RAIL - POST MOUNTED
5.10 1-1/2" DIA. STAINLESS STEEL HAND AND GUARDRAIL - POST MOUNTED
5.14 STEEL CHANNEL - REF. STRUCTURAL
5.19 ELEVATOR PIT LADDER
5.20 ACCESS LADDER - REF. SPECIFICATIONS
5.21 CODE COMPLIANT STEEL GRATE STAIR, PLATFORM, AND RAILING TO DOOR LEVEL
5.22 WT SHAPE STEEL POST
5.23 STEEL STRINGER - REF STRUCT.
5.24 STEEL SPIRAL STAIRCASE
5.25 ALUMINUM OR GALVANIZED STEEL SPIRAL STAIRCASE
5.26 CATWALK PLATFORM - METAL DECK WITH STEEL CHANNEL SIDE SUPPORTS;PLYWOOD TOP

WITH CARPET SURFACE FINISH
5.27 CUSTOM FABRICATED STEEL FENCE WITH GATES
5.28 DECORATIVE RAIL - TYPE 1.  SEE DETAILS A3 AND A4 ON SHEET U-AE521.
5.29 DECORATIVE RAIL - TYPE 2.  SEE DETAILS A4 AND A5 ON SHEET U-AE524.
5.30 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - POST MOUNTED
5.31 1-1/2" DIA. DARK BRONZE ANODIZED ALUMINUM HAND RAIL - WALL MOUNTED. TERMINATE INTO

WALL, TYP.
5.32 STEEL (OR ALUMINUM) SHIPS LADDER WITH PLATFORM
5.33 ALUMINUM SHIPS LADDER WITH HANDRAIL
5.34 1-1/2" DIA. STEEL PIPE HAND RAIL - HANGER MOUNTED
6.3 SOLID SURFACE COUNTERTOP
6.10 GLULAM DECORATIVE COLUMN - 5 1/8" x 22 1/2"
6.11 GLULAM STAIR TREAD - 3 1/2 X 12
6.12 1/2" GLASS STAIR GUARD
6.13 1-1/2" SQUARE WOOD HANDRAIL
6.15 4x10 DECORATIVE WOOD TIMBER
6.16 CARPET COVERED WOOD FRAMED RAMP FROM MOAT TO STAGE
6.17 6x6 DECORATIVE WOOD TIMBER, PAINTED
6.18 STAGE DECORATIVE RAILING - TYPE 1
6.19 STAGE DECORATIVE RAILING - TYPE 2
6.20 EXTENT OF TRAPPED STAGE AREA
6.21 CEDAR BENCH – 1’-6” D BY 7’-6” W X 3” THICK CLEAR FINISHED W.R. CEDAR SLAB ON 2” DIA 1’-3”

TALL STAINLESS STEEL LEGS
6.22 TROUGH THROUGH STAGE FLOOR - REF. ARCHITECTURAL DETAILS
6.23 TROUGH THROUGH TRAP FLOOR - REF. THEATER DRAWINGS
6.24 QUARTZ COUNTERTOP
7.1 RIDGE
7.3 CRICKET, MIN. SLOPE 1/8" PER FOOT, FORM W/ TAPERED RIGID INSULATION
7.7 ROOF DRAIN AND OVERFLOW DRAIN
7.8 R-13 BATTS, MINERAL-FIBER BLANKET INSULATION
7.9 5" MIN. RIGID POLY-ISO INSULATION. R-30 MIN.
7.10 BITUMINOUS DAMP PROOFING - SEE SPECIFICATIONS
7.11 FLEXIBLE WALKWAYS - INSTALL AROUND ALL RTU, TO ROOF DRAINS AND TO A BUILDING EDGE
7.12 ROOF HATCH
7.13 SINGLE PLY ROOF MEMBRANE
7.17 2" RIGID FOUNDATION INSULATION
7.23 DOWNSPOUT TO ROOF BELOW. PAINT TO MATCH STRUCTURE
7.25 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 1
7.26 WOOD VENEERED COMPOSITE PANEL SYSTEM WITH EXPOSED FASTENERS, COLOR/PATTERN 2
7.29 ROOF ANCHOR - COORDINATE LOCATION WITH ARCHITECT AND STRUCTURE
7.32 SYNTHETIC SLATE ROOFING TILES
7.33 SNOW GUARDS AT ALL SYNTHETIC SLATE ROOFS - SEE SPECIFICATIONS
7.34 WOOD VENEERED COMPOSITE PANEL LOUVER SYSTEM WITH EXPOSED FASTENERS.  COLOR

TO MATCH ADJACENT RAINSCREEN PANELS
7.35 DOWNSPOUT, PAINT TO MATCH STRUCTURE. TIE INTO STORM DRAIN SYSTEM. COORDINATE

FINAL LOCATIONS WITH ARCHITECT PRIOR TO INSTALLATION.
7.36 DOWNSPOUT, PAINT TO MATCH STRUCTURE. DISCHARGE AT GRADE BELOW.
7.37 EXPOSED BATT INSULATION WITH SCRIM - R19
7.38 DASHED OUTLINE AND DIAGONAL HATCH INDICATES SPRAY APPLIED FIREPROOFING OVER

BEAM AND/OR BEAM TO COLUMN CONNECTION - 1 HR RATING
7.41 LOW PROFILE ROOF DRAIN CONCEALED UNDER PEDESTAL PAVERS - REF. MECHANICAL
7.50 PRE-FORMED METAL GUTTER
8.3 4-1/2" ANODIZED ALUM. STOREFRONT
8.7 7.5" ANODIZED ALUM. CURTAIN WALL
8.8 HAMILTON SAFE MODEL 145 DROP BOX WITH LOCKER; OR SIM. PROVIDE KEYLOCK ON FRONT

FACE OF DROP BOX
8.10 HAMILTON SAFE 26"H x 21"W x 12" D LOCKER WITH 1/2" THICK STEEL DOOR AND COMBINATION

LOCK. MOUNT TO CONCRETE FLOOR
8.23 8' TALL MIRROR, CONTINUOUS ALONG ENTIRE WALL
9.2 SUSPENDED GYPSUM BOARD CEILING
9.28 PROVIDE 4' WIDE X 4' TALL FIBRE-REINFORCED PLASTIC PANELS BEHIND SERVICE SINK
9.34 TONGUE AND GROOVE CEDAR SOFFIT
9.35 TECH ZONE OPENING IN WOOD CEILING. PAINT ALL STRUCTURAL, MECHANICAL, ELECTRICAL,

AND AV COMPONENTS VISIBLE THROUGH THE TECH ZONE PT2
10.1 HORIZONTAL CABLE PASS THROUGH, REF DETAILS
10.2 CABLE HOOK MOUNT, REF ELECTRICAL DETAILS
10.3 VERTICAL CABLE PASS THROUGH TO LEVEL BELOW, REF DETAILS
10.4 TOILET COMPARTMENTS
10.6 RECESSED FIRE EXTINGUISHER CABINET AND EXTINGUISHER
10.14 ADA SHOWER SEAT
10.15 SURFACE MOUNTED PAPER TOWEL DISPENSER
10.16 COUNTERTOP-MOUNTED 6" DIA. CIRCULAR WASTE CHUTE
10.17 FLOOR-STANDING WASTE RECEPTACLE W/ OPEN TOP (TYP UNDER EACH CHUTE)
10.18 SOAP DISPENSER, OSCI*
10.19 GRAB BAR
10.21 SANITARY-NAPKIN DISPOSAL, TYP AT ALL WOMEN'S STALLS
10.22 COAT HOOK, TYP AT ALL PARTITIONS
10.23 RECESSED DIAPER-CHANGING STATION
10.27 TOILET PAPER DISPENSER, OSCI*
10.29 RECESSED PAPER TOWEL DISPENSER
10.32 URINAL SCREEN
10.33 FLAGPOLE
10.34 LOADING DOCK BUMPER
11.6 8’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.7 18’ TALL ACOUSTIC CURTAIN. PROVIDE MATERIAL AND INSTALLATION COST AS PART OF BID

ALTERNATE #2
11.15 SCENERY WAGON - BY OWNER
11.16 REMOVABLE STAGE TRAP BEAMS - REF. THEATER DRAWINGS
11.17 WIRE ROPE GRID - SEE SPECIFICATIONS
12.1 MANUAL ROLLER SHADE - REF WINDOW TYPES AND SECTIONS
12.5 MENU BOARD AND MONITOR MOUNT BY OWNER; POWER/DATA OUTLET AND BACKING IN WALL

FOR MONITOR MOUNT BY CONTRACTOR
12.6 THEATRICAL LIGHT FIXTURE BY OWNER; POWER/DATA OUTLET BY CONTRACTOR
12.7 SPRAY BOOTH EXHAUST PLENUM - SEE DETAILS
14.1 PASSENGER ELEVATOR
14.2 SERVICE ELEVATOR
14.3 ADA LIFT
22.2 ADA WATER CLOSET
22.3 ADA URINAL
22.5 FLOOR DRAIN
22.9 ADA RECESSED AND CHILLED ELECTRIC DRINKING FOUNTAIN
22.12 JANITOR'S SINK & BACKSPLASH
22.14 HOSE BIB-REFER TO PLUMBING
22.15 STANDARD URINAL
22.19 PIPING, REF PLUMBING DRAWINGS
22.21 ADA SHOWER CONTROLS
22.24 LAVATORY - REF. PLUMBING
22.25 FAUCET - REF. PLUMBING
23.2 MECHANICAL EXHAUST FAN GRILLE
23.5 MECHANICAL DUCT - REF. MECHANICAL
23.10 MECHANICAL CONDENSING UNIT - REF. MECHANICAL
23.11 CHILLER SEE MECH DWGS
23.13 AIR HANDLING UNIT - REF. MECHANICAL
23.14 MECHANICAL EQUIPMENT - REF. MECHANICAL
23.15 BURIED MECHANICAL DUCT - REF. MECHANICAL
23.20 COOLING TOWER - REF. MECHANICAL
26.1 ELECTRIC LIGHT FIXTURE, REF ELECT.
26.5 ELECTRIC PANEL, REF: ELECT.
26.6 GENERATOR, REF: ELECT.
26.15 CABLE TRAY - REF. ELECTRICAL
26.16 TRANSFORMER, REF: ELECT.
26.17 CT BOX, REF: ELECT.
32.6 IRRIGATION CONTROLLER - REF. LANDSCAPE
32.8 CONCRETE PAVERS ON PEDESTALS
32.9 DECORATIVE GRAVEL BALLAST
32.10 BACKFLOW PREVENTION DEVICE - REF. LANDSCAPE

 1/16" = 1'-0" D3
Second Floor Finish Floor Plan

Alternate 1

Addendum 06 2014, June 25

 1/16" = 1'-0" D2Top of Tower Finish Floor Plan
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U-SE002 STRUCTURAL NOTES

U-SE003 STRUCTURAL NOTES

U-SB100 OVERALL - FTG & FDTN PLAN

U-SB100A BSMT FTG & FDTN - AREA A

U-SB101A FTG & FDTN PLAN - AREA A

U-SB101B FTG & FDTN PLAN - AREA B

U-SB101C FTG & FDTN PLAN - AREA C

U-SB501 TYP FTG & FDTN DETAILS

U-SB502 TYP FTG & FDTN DETAILS

U-SB503 TYP FTG & FDTN DETAILS

U-SB601 STRUCTURAL SCHEDULES

U-SB602 STRUCTURAL SCHEDULES

U-SF101A STAGE LEVEL FLOOR FRAMING PLAN - AREA A

U-SF102A BALCONY STAGE FRAMING PLAN
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U-SF103A FLOOR FRAMING PLAN - AREA A

U-SF103B FLOOR FRAMING PLAN - AREA B

U-SF103C FLOOR FRAMING PLAN - AREA C

U-SF104 OVERALL ROOF FRAMING PLAN

U-SF104A ROOF FRAMING PLAN - AREA A

U-SF104B ROOF FRAMING PLAN - AREA B

U-SF104C ROOF FRAMING PLAN - AREA C

U-SF105A CATWALK FRAMING PLAN - AREA A

U-SF106A PARTIAL FRAMING PLANS - AREA A

U-SF201 TRUSS FRAMING ELEVATIONS

U-SF202 TRUSS FRAMING ELEVATIONS

U-SF203 TRUSS FRAMING ELEVATIONS

U-SF211 CONCRETE SHEAR WALL ELEVATIONS

U-SF501 TYP CONC OVER STEEL FLOOR DECK DETAILS

U-SF502 FLOOR FRAMING DETAILS

U-SF503 FLOOR FRAMING DETAILS

U-SF504 FLOOR FRAMING DETAILS
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U-SF514 ROOF FRAMING DETAILS

U-SF515 ROOF FRAMING DETAILS

U-SF516 ROOF FRAMING DETAILS

U-SF601 STEEL FRAMING SCHEDULES

U-SF602 STRUCTURAL SCHEDULE
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O.F. OUTSIDE FACE

OPNG OPENING

OPP OPPOSITE

OWSJ OPEN WEB STEEL JOIST

PCF POUNDS/CUBIC FOOT

PL PLATE

PLF POUNDS/LINEAL FOOT

PNL PANEL

PP PARTIAL PENETRATION

PSF POUNDS/SQ FOOT

PSI POUNDS/SQ INCH

PT POINT

R.D. ROOF DRAIN

REINF REINFORCING

REQ'D REQUIRED

SHT SHEET

SI SPECIAL INSPECTION

SIM SIMILAR

SOG SLAB ON GRADE

SQ SQUARE

STAG STAGGERED

STD STANDARD

STIFF STIFFENER

STL STEEL

STR STRUCTURAL

T & B TOP AND BOTTOM

T.O. TOP OF

TEMP TEMPERATURE

THDS THREADS

TOC TOP OF CONCRETE

TOF TOP OF FOOTING

TOS TOP OF SLAB

TOST TOP OF STEEL

TOW TOP OF WALL

TYP TYPICAL

UNO UNLESS NOTED OTHERWISE

VERT VERTICAL

W.P. WORK POINT

W/ WITH

WWF WELDED WIRE FABRIC

YD YARD
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@ AT

AB ANCHOR BOLT (S)

ABV ABOVE

ALT ALTERNATE

APPROX APPROXIMATE

ARCH ARCHITECT(URAL)

BLDG BUILDING

BLW BELOW

BM BEAM

BOT BOTTOM

BRG BEARING

BTWN BETWEEN

CJ CONSTRUCTION JOINT OR CONTROL
JOINT

CJP COMPLETE JOINT PENETRATION

CMU CONCRETE MASONRY UNIT

COL COLUMN

CONC CONCRETE

CONST CONSTRUCTION

CONT CONTINUOUS

CONTR CONTRACTOR

CTR CENTER

D.B. DECK BEARING

DBA DEFORMED BAR ANCHORS

DBL DOUBLE

DET DETAIL

DIA (OR Ø) DIAMETER

DIAG DIAGONAL

DIM DIMENSION

DK DECK

DN DOWN

DWG DRAWING

DWL DOWEL

E.F. EACH FACE
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JOINT)

E.W. EACH WAY

EA EACH

EL ELEVATION

ELEC ELECTRICAL

ELEV ELEVATOR

ENG ENGINEER

EQ EQUAL

EQUIP EQUIPMENT

EXIST EXISTING

EXP EXPANSION / EXPOSED

EXT EXTERIOR

F.D. FLOOR DRAIN

F.F. FINISH FLOOR

FDTN FOUNDATION

FIN FINISH

FL FLOOR

FP FULL PENETRATION

FT FOOT

FTG FOOTING

FV FIELD VERIFY

GA GAUGE

GALV GALVANIZED

GLB GLU-LAMINATED BEAM

GR GRADE

GSN GENERAL STRUCTURAL NOTES

HB HORIZONTAL BRIDGING

HORIZ HORIZONTAL

HSA HEADED STUD ANCHORS

HT HEIGHT

I.F. INSIDE FACE

IBC INTERNATIONAL BUILDING CODE

ICBO INTERNATIONAL CONFERENCE OF
BUILDING OFFICIALS

ICC INTERNATIONAL CODE COUNCIL

IN INCH

INSUL INSULATION

INT INTERIOR

JST JOIST

JT JOINT

K KIPS - 1,000 POUNDS

KLF KIPS PER LINEAL FOOT

KSF KIPS PER SQUARE FOOT

KSI KIPS PER SQUARE INCH

LBS POUNDS

LF LINEAL FOOT

LLH LONG LEG HORIZONTAL

LLV LONG LEG VERTICAL

LSH LONG SIDE HORIZONTAL

MAS MASONRY

MAX MAXIMUM

MCJ MASONRY CONTROL JOINT

MECH MECHANICAL

MFR MANUFACTURER

MIN MINIMUM

MISC MISCELLANEOUS

NIC NOT IN CONTRACT

NTS NOT TO SCALE

O.C. ON CENTER

PLAN MARKS

BF-# BRACED FRAME

CB-# CONCRETE BEAM

CC-# CONCRETE COLUMN

CCSS-# CANTILEVERED CONCRETE SUSPENDED
SLAB

CDP-# CONCRETE DRILLED PIER

CFW-# CONCRETE FOUNDATION WALL

CGB-# CONCRETE GRADE BEAM

CJ-# CONCRETE JOIST

CJC-# CONCRETE JAMB COLUMN

CL-# CONCRETE LINTEL

CP-# CONCRETE PIER

CRW-# CONCRETE RETAINING WALL

CSG-# CONCRETE SLAB ON GRADE

CSH-# CONCRETE SHEAR HEAD

CSS-# CONCRETE SUSPENDED SLAB

CSW-# CONCRETE SHEAR WALL

CW-# CONCRETE WALL

FC# CONTINUOUS FOOTING

FM# MAT FOOTING

FR# RECTANGULAR FOOTING

FS# SQUARE FOOTING

FTS# THICKENED SLAB FOOTING

HD-# HOLD DOWN ANCHOR

MC-# MASONRY COLUMN

MF-# MOMENT FRAME

ML-# MASONRY LINTEL

MP-# MASONRY PIER

MW-# MASONRY WALL

PTB-# POST-TENSIONED CONCRETE BEAM

SBP-# STEEL BASE PLATE

SC-# STEEL COLUMN

SCP-# STEEL CAP PLATE

SD-# STEEL DECK

SDA-# STEEL DECK ATTACHMENT

SG-# STEEL GIRDER

SJ-# STEEL JOIST

WB-# WOOD BEAM

WBW-# WOOD BEARING WALL

WC-# WOOD COLUMN

WD-# WOOD DIAPHRAGM

WJ-# WOOD JOIST

WSW-# WOOD SHEAR WALL
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S

TOF = 97' - 3"

TOF = 95' - 9"

CP-2

FS
4.0

CP-2

FS
5.0

FS5.0

FS5.0

CP-2

FS4.0

CP-2

CP-2

FS4.0

C3

U-SB501

C3

U-SB501

C3

U-SB501

TYP

F
C

4.
0

F
C

4.
0

WOOD FIN. SEE
ARCHITECTURAL

WOOD FIN. SEE
ARCHITECTURAL

FS4.0

CP-2

SC-1

M
C-2

M
C-2

SC-2

TOF = 95' - 9"

S

6

6

6

6

6

FC
4.0

6

SITE WALL SITE WALL

66

SITE WALL

6

RECESSED/DEPRESSED SLAB

OPENING

SPECIAL SLAB AREA

SLAB CONTROL/CONSTRUCTION JOINT

MASONRY COLUMN IN MASONRY WALL

CHANGE IN ELEVATION

SLAB BLOCK-OUT AT COLUMN

MASONRY WALL

STEEL COLUMN - HSS

MASONRY WALL - RECESSED

CONCRETE JAMB COLUMN POURED
MONOLITHIC WITH CONCRETE WALL

FOOTING & FOUNDATION PLAN LEGEND

FOOTING - SQUARE FOOTING -
RECTANGULAR FOOTING - MAT
FOOTING

CONCRETE WALL, CONCRETE
FOUNDATION WALL, OR CONCRETE
RETAINING WALL

CONCRETE FOUNDATION WALL -
RECESSED

CONCRETE PIER IN CONCRETE WALL.
TOP OF PIER RECESSED 8" BELOW
SLAB. TYP U.N.O.

FOOTING - CONTINUOUS

FOOTING - THICKENED SLAB

FOOTING STEP

C
J

CJ

LEG-FOOTING

0"

1. SEE ARCHITECTURAL, CIVIL AND LANDSCAPE
DRAWINGS FOR EXTERIOR CONCRETE WORK AT
DOORS, SIDEWALKS ETC.

2. SEE ARCHITECTURAL DRAWINGS AND FINISH
SCHEDULE FOR SLAB AREAS TO RECEIVE FLOOR  TILE.

3. SEE ARCHITECTURAL DRAWINGS FOR SLAB
DEPRESSIONS AND SLOPES TO DRAINS, ETC.

4. SEE ARCHITECTURAL, CIVIL AND LANDSCAPE
DRAWINGS FOR ADDITIONAL EXTERIOR CONCRETE
RETAINING AND / OR SITE WALLS NOT SHOWN ON THE
STRUCTURAL DRAWINGS.

5. SEE TYPICAL STEP DETAIL AT CONTINUOUS
FOOTING AND TYPICAL STEP DETAIL AT MAT FOOTING
FOR CHANGES IN FOOTING ELEVATIONS.

6. SEE TYPICAL CONCRETE WALL REINFORCING
DETAILS FOR REINFORCEMENT AT INTERSECTIONS
CORNERS AND ENDS.

7. SEE TYPICAL CONCRETE SLAB ON GRADE DETAILS
FOR CONSTRUCTION JOINTS, CONTROL JOINTS AND
ADDITIONAL SLAB REINFORCING.

8. SEE TYPICAL CONCRETE SLAB ON GRADE PROFILE
DETAIL FOR SUBGRADE REQUIREMENTS.

9. PROVIDE RAMMED AGGREGATE PIERS UNDER ALL
FOOTINGS AND SLABS.

10. ALL EXTERIOR STEEL COLUMNS & THEIR HEADED
ANCHOR BOLTS TO BE HOT DIP GALVANIZED.

FOOTING & FOUNDATION PLAN NOTES
NOTE-FOOTING

S

HOUSE KEEPING PADS
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DFCM project no:

Revisions

FTG & FDTN PLAN

- AREA C

U-SB101C

28 MAY 2014

12218730

Bid Documents

SCALE:U-SB101C  1/8" = 1'-0"

A2 FOOTING & FOUDATION PLAN - AREA C
N

Addendum 03 2014, June 10

Addendum 04 2014, June 17

Addendum 06 2014, June 25



Ftng-Slab-Mech-Housekeeping

HOUSEKEEPING PAD ON CONCRETE
SLAB ON GRADE (ALTERNATE)

HOUSEKEEPING PAD

#4 @ 18" O.C.
EACH WAY

CONCRETE SLAB
ON GRADE

HOUSEKEEPING PAD

#4 @ 18" O.C.
EACH WAY

DRILL & EPOXY #4 DOWEL
@ 18"O.C. AT PERIMETER
& 8'-0" O.C. EACH WAY AT
INTERIOR OF PAD

#4 DOWEL @ 18"O.C. AT
PERIMETER & 8'-0" O.C.
EACH WAY AT INTERIOR
OF PAD

CURB ON CONCRETE SLAB
ON GRADE (ALTERNATE)

1-#4 x CONT
HORIZ REINFCONCRETE

CURB
DRILL & EPOXY #4
DOWEL @ 18" O.C.

CONCRETE
CURB

1-#4 x CONT
HORIZ REINF

#4 DOWEL @
18" O.C.

HOUSEKEEPING PAD ON
CONCRETE SLAB ON GRADE

CURB ON CONCRETE
SLAB ON GRADE

CONCRETE SLAB
ON GRADE

PROVIDE TRANSVERSE REINF AT
VERTICAL STEP TO MATCH CROSSWISE
FTG REINF WHERE OCCURS

CONT CONCRETE
FOOTING TYP

DOWELS FROM FTG SHALL
MATCH HORIZ & VERT CONC
FDTN WALL REINF

"Z" BARS TO MATCH CONT
LENGTHWISE FTG REINF TYP

Ftng-Step-Cont

(MINIMUM)

L SHALL EQUAL 2X THE STEP HEIGHT

H
E

IG
H

T
 IN

 F
O

O
T

IN
G

3'
-6

" 
M

A
X

 S
T

E
P

CONC
WALL
ABOVE

Ftng-Wall-to-Footing

CONCRETE WALL

CONC WALL

VERT CONC
WALL REINF

HORIZ  CONC
WALL REINF

DOWELS TO MATCH
VERT CONC WALL
REINF

CONC FTNG

ROUGHEN SURFACE
TO 1/4" AMPLITUDE

Ld
h 

M
IN

Ld
h 

M
IN

Ls
b

Ls
b

CONCRETE SHEAR WALL

CONC SHEAR WALL

VERT CONC SHEAR
WALL REINF

HORIZ  CONC SHEAR
WALL REINF

DOWELS PER CONC
SHEAR WALL SCHEDULE

CONC FTNG

ROUGHEN SURFACE
TO 1/4" AMPLITUDE

BB

Ls
b

Ls
b

A A

SEE SLAB ON GRADE
TO EXTERIOR WALL
DETAIL

A

CONC WALL

A

CONCRETE WALL (STEM)

DOWELS TO MATCH
VERT CONC WALL
REINF

ROUGHEN SURFACE
TO 1/4" AMPLITUDE

CONC FTNG

A = 3" COVER (MIN)
B = 3" COVER

CONC WALL

Ftng-Stl-Col-to-Ftng

E
M

B
E

D

9"
 M

IN
AMIN

3"

STEEL COLUMN

CONC SLAB
ON GRADE

BLOCKOUT IN CONC
SLAB ON GRADE.
POUR SOLID AFTER
STEEL COLUMN HAS
BEEN INSTALLED

1/4
TYP

MIN
3"

STEEL BASE PLATE ON
1" NON-SHRINK GROUT

1/4
TYP

8"

STEEL COLUMN

CONC SLAB
ON GRADE

BLOCKOUT IN CONC SLAB
ON GRADE.  POUR SOLID
AFTER STEEL COLUMN
HAS BEEN INSTALLED

STEEL BASE PLATE ON
1" NON-SHRINK GROUT

1/4
TYP

CONC PIER

CONC FTNG

3-CONC PIER TIES IN
TOP 5" OF CONC PIER

CONC FTNG

E
M

B
E

D

9"
 M

IN

S
E

E
 P

LA
N

S

A

DOWELS TO MATCH
VERT CONC PIER
REINF

DETAIL "A"
PLAN VIEW

BLOCKOUT IN CONC
SLAB ON GRADE.
POUR SOLID AFTER
STEEL COLUMN HAS
BEEN INSTALLED

STEEL BASE
PLATE ON 1"
NON-SHRINK
GROUT

A

"A"

DET

"A"

DET

"A"

DET

P
LA

N
S

S
E

E S
E

E
 P

LA
N

S

A = 3" COVER (MIN)

A

Ftng-Slab-to-Wall

ADJACENT TO WALL TURN DOWN SLAB ONE SIDE TURN DOWN SLAB TWO SIDES

EXTERIOR CONC
FDTN WALL

CONC SLAB
ON GRADE

CONC SLAB
ON GRADECONC SLAB

ON GRADE

#4 SLAB DOWELS
@ 24" O.C.

#4 x CONT HORIZ

ROUGHEN SURFACE
TO 1/4" AMPLITUDE

ROUGHEN SURFACE
TO 1/4" AMPLITUDE

#4 SLAB DOWELS
@ 24" O.C.

#4 x CONT HORIZ

16"

24"

2t

t

2t

EXTERIOR CONC
FDTN WALL

EXTERIOR SLAB

t

WALL ABOVE
WHERE OCCURS

MIN

4"

16"

24"

Ftng-Wall-Corners

WALL ENDS

WALL CORNERS WALL INTERSECTIONS

CONCRETE WALL

HORIZ CONCRETE
WALL REINF

BEND NORMAL
WALL REINF OR
PROVIDE BARS OF
SAME SIZE &
SPACING WITH LAP
AS PER REINF BAR
LAP SPLICE SCHED

VERT CONCRETE
WALL REINF

BEND NORMAL WALL
REINF OR PROVIDE BARS
OF SAME SIZE & SPACING
WITH LAP AS PER REINF
BAR LAP SPLICE SCHED
ALTERNATE DIRECTION

HOOKS MAY BE SKEWED
AS REQ'D TO MAINTAIN
CONCRETE COVER

2-VERT BARS AT
WALL ENDS

VERT CONCRETE
WALL REINF

CONCRETE WALL

HORIZ CONC WALL
REINF W/STD 180°
HOOK AT END

CONCRETE WALL

HORIZ CONCRETE
WALL REINF

BEND NORMAL WALL
REINF OR PROVIDE
BARS OF SAME SIZE &
SPACING WITH LAP AS
PER REINF BAR LAP
SPLICE SCHED

VERT CONCRETE
WALL REINF

BEND NORMAL WALL
REINF OR PROVIDE
BARS OF SAME SIZE &
SPACING WITH LAP AS
PER REINF BAR LAP
SPLICE SCHED

CONCRETE WALL

HORIZ CONCRETE
WALL REINF

VERT CONCRETE
WALL REINF

BEND NORMAL WALL
REINF OR PROVIDE BARS
OF SAME SIZE & SPACING
WITH LAP AS PER REINF
BAR LAP SPLICE SCHED
ALTERNATE DIRECTION

BEND NORMAL WALL
REINF OR PROVIDE
BARS OF SAME SIZE &
SPACING WITH LAP AS
PER REINF BAR LAP
SPLICE SCHED

WALL INTERSECTIONS WALL INTERSECTIONS WALL INTERSECTIONS

WALL CORNERS WALL CORNERS

WALL ENDS

VERT CONCRETE
WALL REINF

CONCRETE WALL

"U" TIE SIZE AND
SPACING TO MATCH
HORIZ WALL REINF. LAP
BARS PER REINF BAR
LAP SPLICE SCHED

CONCRETE WALL

HORIZ CONCRETE
WALL REINF

VERT CONCRETE
WALL REINF

Lsb

WALL ENDS

HORIZ CONCRETE WALL
REINF W/STD 90° HOOK
AT ENDS. HOOKS SHALL
ENGAGE VERT BARS

SAW CUT
OR TOOLEDM

IN
0.

25
t

SLOPE 1:3

EDGE EA SIDE
W/ 1/8" RADIUS

0.
25

t

0.15t

t/2

CONT KEYWAY

CONTROL JOINT

CONSTRUCTION JOINT

CONCRETE SLAB SEE
PLANS FOR THICKNESS
& REINFORCING WHERE
APPLIES

DETAIL "A"

"A"

DET
"A"

DET

CONTROL JOINT AT RECESS

CONSTRUCTION JOINT AT RECESS

"B"

DET

PLAN VIEW

PLAN VIEW

PLAN VIEW

CJ

C
J

2-#4x4'-0" BARS SHALL BE
PLACED IN THE SLAB WHERE
CONTROL OR CONSTRUCTION
JOINT INTERSECTIONS DO NOT
OCCUR AT DEPRESSED SLABS
CORNERS.

2-#4x4'-0" BARS SHALL BE
PLACED IN THE SLAB WHERE
CONTROL OR CONSTRUCTION
JOINTS INTERSECT ONE
ANOTHER BUT DO NOT
CONTINUE PAST THE JOINT.

2-#4x4'-0" BARS SHALL BE PLACED
IN THE SLAB WHERE CONTROL
OR CONSTRUCTION JOINTS DO
NOT EXTEND FROM THE
CORNERS OF COLUMN BLOCK-
OUTS IN SLABS.

STEEL/ CONCRETE
COLUMNDETAIL "B"

"B"

DET SIM

SIM

CONCRETE SLAB SEE
PLANS FOR THICKNESS
& REINFORCING WHERE
APPLIES

6" MIN

6" MIN

t
t

t
t

Ftng-Slab-Details

SLAB STEP W/ CONTROL JOINT

SLAB STEP W/ CONSTRUCTION JOINT

SIM

SIM

6" MIN

6" MIN

t
t

Ftng-Slab-Steps-Details

M
A

X

2t

M
A

X

2t

SLAB STEP WITHOUT JOINT

6" MIN

t

M
A

X

2t

t

16
" 

M
A

X

2t
 U

P
 T

O
 4

t

U
.N

.O
.

16
" 

T
O

 3
2"

t

M
INt

SLAB STEP W/ THICKENED SLAB SLAB STEP W/ CONCRETE FDTN WALL

U-SB501

C1

U-SB501

C1

CONCRETE SLAB SEE
PLANS FOR THICKNESS
& REINFORCING WHERE
APPLIES. TYPICAL

CONCRETE SLAB SEE
PLANS FOR THICKNESS
& REINFORCING WHERE
APPLIES.

MIN

2' - 0"

MIN

2' - 0"

#4 Z-BAR @
24" O.C.

#4 CONT
TOP & BOT

THICKENED
SLAB EDGE

1

1

1'
 -

 0
"

1' - 4"

2-#4 CONT

#4 CONT
TOP & BOT

#4 DOWELS
@ 24" O.C.

CONCRETE
FOOTING

CONC FDTN
WALL

INTENTIONALLY
ROUGHEN JOINT TO
1/4" MIN AMPLITUDE

DOWELS TO
MATCH VERT
WALL REINF

Ftng-Slab-Profile

CONCRETE SLAB SEE
PLANS FOR THICKNESS
& REINFORCING 6" GRANULAR FILL

VAPOR BARRIER
(WHERE APPLIES)

COMPACTED STRUCTURAL
FILL OVER RAMMED
AGGREGATE PIERS. SEE
G.S.N.

t

SB501-A3

HSS3x3x3/16

6"x1/2"x9" STEEL PLATE
W/2-1/2"Ø EPOXY BOLTS
W/6" MIN. EMBEDMENT

3'-0" SQUARE THICKENED
SLAB W/3-#4 x 2'-6" LONG
EACH WAY

1'
 -

 0
"

1/4
TYP

END OF PARTITION WALL
SEE ARCHITECTURAL
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DFCM project no:

Revisions

TYP FTG & FDTN
DETAILS

U-SB501

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SB501

A1 TYPICAL HOUSEKEEPING PAD & CURB DETAILS

NO SCALEU-SB501

A2 TYPICAL STEP DETAIL AT CONTINUOUS FOOTING

NO SCALEU-SB501

B1 TYPICAL CONCRETE WALL CONNECTION TO CONCRETE FOOTING

NO SCALEU-SB501

B3 TYPICAL STEEL COLUMN CONNECTION TO CONCRETE FOOTING/CONCRETE PIER

NO SCALEU-SB501

D4 TYPICAL CONCRETE SLAB ON GRADE TO EXTERIOR CONCRETE FOUNDATION WALL

NO SCALEU-SB501

D1 TYPICAL CONCRETE WALL INTERSECTIONS AND ENDS (PLAN VIEWS)

NO SCALEU-SB501

C1 TYPICAL CONCRETE SLAB ON GRADE DETAILS

NO SCALEU-SB501

C3 TYPICAL CONCRETE SLAB ON GRADE STEPS DETAILS

NO SCALEU-SB501

C5 TYPICAL CONCRETE SLAB ON GRADE PROFILE

Addendum 03 2014, June 10

Addendum 06 2014, June 25

NO SCALEU-SB501

A3 PARTITION WALL BRACE



CONTINUOUS HORIZONTAL REINFORCING TYPICAL
AT ROOF, FLOOR AND JOIST & DECK BEARING

STOP HORIZONTAL REINFORCING TYPICAL AT
HORIZ. BOND BEAM & JOINT REINF.

2 VERT BARS TO
MATCH VERT
WALL REINF EA
SIDE OF JOINT

CAULK JOINT
AT EXTERIOR

CONT VERTICAL
CONTROL JOINT

RAKE JOINT
AT INTERIOR

CF-TYP06

CAULK JOINT
AT EXTERIOR

2 VERT BARS TO
MATCH VERT
WALL REINF EA
SIDE OF JOINT CONT VERTICAL

CONTROL JOINT

RAKE JOINT
AT INTERIOR

PLAN VIEWSECTION

MASONRY WALL

1-#5 HORIZ BELOW
RECESS. EXTEND
2'-0" BEYOND EDGE
OF RECESS

RECESS IN WALL

REINF OVER RECESS
SHALL BE THE SAME AS A
MASONRY LINTEL OVER
AN OPENING OF EQUAL
WIDTH. SEE MASONRY
LINTEL SCHEDULE

1-#5 VERT FULL
HEIGHT OF WALL
EACH SIDE OF
RECESS

CF-TYP07 CF-TYP13

REINFORCING
PER MASONRY
LINTEL SCHED

FOR OPENINGS LESS THAN
3'-0" IN WIDTH USE 1-#5 UNO
FLOOR TO FLOOR OR
FLOOR TO ROOF

FLOOR

WALL OPENING
OR RECESS

FOR OPENINGS
GREATER THAN 3'-0"
BUT LESS THAN 6'-0" IN
WIDTH USE MC-1 UNO
FOR OPENINGS
GREATER THAN 6'-0"
BUT LESS THAN 10'-0"
IN WIDTH CONTACT
ENGINEER

FLOOR
OR ROOF

DIA MIN

48 BAR

1- #5

SUMP-04

ELEVATOR PIT
MAT FOOTING

4-#4 "U" BARS
@ 10" O.C.

3-#4 TIES @ 10" O.C.

L2x2x3/16 W/ 5/8"Ø x 4"
LONG HSA 1-EACH END
(2-SIDES)

STEEL GRATE

ELEVATOR PIT
CONC FDTN WALL

INTENTIONALLY
ROUGHEN
SURFACE TO
1/4" AMPLITUDE

L3x2x1/4 (LSV) W/
3/4"Ø EXPANSION
ANCHOR (1 EA END)

MW3CFW13

CONT REINF TOP & BOT

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

VERT CONC FDTN
WALL REINF

DOWELS TO MATCH
VERT CONC FDTN
WALL REINF

HORIZ CONC
FDTN WALL REINF

#4 CONT HORIZ

#4 x 4'-0" @ 12" O.C.

CONC SLAB
ON GRADE

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

CONC FDTN WALL

CONC FOOTING W/ #
5@12"O.C. E.W. TOP
& BOT

MIN

6"

1'
 -

 0
"

MW3CFW17

#4 x 4'-0" @ 24" O.C.

#4 CONT HORIZ

CONC FDTN WALL

CONC SLAB
ON GRADE

STEEL COLUMN

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

STEEL BASE PLATE:
COL. WIDTH x COL.
DEPTH + 6" W/ 2-3/4"Ø
A307 A.B. ON 1" NON-
SHRINK GROUT

1/4
TYP

MW1CFW01

EXTERIOR SLAB
OR GRADE

DOWELS TO MATCH
VERT CONC FDTN
WALL REINF

CONT REINF TOP & BOT

VERT MASONRY WALL
REINF

MASONRY WALL

CONC FDTN WALL

HORIZ CONC FDTN
WALL REINF

CONC FOOTING

DOWELS TO MATCH
VERT MASONRY WALL
REINF

CONC SLAB ON GRADE

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

MW1CFW02

EXTERIOR SLAB
OR GRADE

DOWELS TO MATCH VERT
COLUMN REINF ABV

CONC PIER IN FDTN WALL
VERT REINF TO MATCH
MASONRY COLUMN ABOVE
W/ #3 TIES @ 8" O.C.

MASONRY COLUMN

DOWELS TO MATCH
VERT MASONRY
COLUMN REINF

CONC FOOTING

HORIZ WALL REINF

CONC SLAB ON GRADE

VERT MASONRY
COLUMN REINF

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

MW1CFW12

DOWELS TO MATCH
HORIZ MASONRY
WALL REINF

CONT KEYWAY

DOWELS TO MATCH
CONT FTG REINF

Z-BARS TO MATCH
CONT FTG REINF

VERT MASONRY
WALL REINF

DOWELS TO MATCH
VERT MASONRY
WALL REINF

U-SB501

C1

U-SB501

A2

MW2CFW09

CONCRETE SLAB
ON GRADE

CONT REINF
TOP & BOT

MASONRY WALL

CONC FOOTING

CONC FDTN WALL

CONC SLAB
ON GRADE

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

HORIZ CONC FDTN
WALL REINF

#4 x 4'-0" @ 12" O.C.

DOWELS TO MATCH
VERT CONC FDTN
WALL REINF

VERT MASONRY
WALL REINF

DOWELS TO MATCH
VERT MASONRY
WALL REINF

MW4CFW06

1-#5 CONT HORIZ

DOWELS TO MATCH VERT
MASONRY WALL REINF,
LAP ABOVE FLOOR

CONC SLAB
ON GRADE

CONC FOOTING

MASONRY WALL

VERT MASONRY
WALL REINF

HORIZ MASONRY
WALL REINF

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

MW4CFW07

1-#5 CONT HORIZ

DOWELS TO MATCH VERT
MASONRY WALL REINF,
LAP ABOVE FLOOR

CONC SLAB
ON GRADE

CONC FOOTING

MASONRY COLUMN

VERT MASONRY
WALL REINF

HORIZ MASONRY
WALL REINF

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

MW4CFW08

CONT KEYWAY

#4 DOWEL @ 16" O.C.

CONC SLAB
ON GRADE

CONC FOOTING

1-#5 CONT HORIZ

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

MW4CFW09

CONC FOOTING

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

CONT KEYWAY

#4 x 4'-0" @ 16" O.C.

CONC SLAB
ON GRADE

CONT REINF TOP

CONT REINF BOTTOM

DOWELS TO MATCH
VERT CONC FDTN
WALL REINF

HORIZ CONC FDTN
WALL REINF

CONC FDTN WALL

SB502-A2

S
E

E
 A

R
C

H
V

A
R

IE
S

GLU-LAM
PER ARCH

CONC SLAB
ON GRADE

#6 CONT

1/2" KNIFE PLATE
W/ (2) 3/4"Ø
GALVANIZED THRU
BOLT

CONC
FOOTING

9"x1/2"x12" W/ 2-3/4"Ø
HEADED ANCHOR BOLTS
(GALVANIZED) ON 1.1/2"
NON-SHRINK GROUT

DOWELS TO MATCH
VERT CONC WALL REINF

SEE ARCH

8" MIN

EXTERIOR SLAB
OR GRADE

1 1/2" 5" 1 1/2"

1 
1/

2"

4"

1
0

1/8
"

 10
 1

/2
" 3/8X5X22 BRG

PLATE GALV

3/4" GALV. PLATE

5/16

1/4

CONC FDTN WALL

M
A

X

E
M

B
E

D
6"

6

MW3CFW14

CONC SLAB
ON GRADE

HORIZ CONC FDTN
WALL REINF

#4 CONT HORIZ

#4 x 4'-0" @ 12" O.C.

CONC FOOTING

CONC FDTN WALL

CONT REINF TOP & BOT

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

VERT CONC FDTN
WALL REINF

DOWELS TO MATCH
VERT CONC FDTN
WALL REINF

CONC SLAB
ON GRADE

CF-TYP21

#4@18"O.C. EACH WAY
AT CENTER OF SLAB

#4 x CONT NOSING
BAR TYPICAL

CONCRETE SLAB
ON GRADE5"

 M
IN T

Y
P

7"

U-SB501

C1

MW1CFW01

DOWELS TO MATCH
VERT CONC FDTN
WALL REINF

CONT REINF TOP & BOT

VERT MASONRY WALL
REINF

MASONRY WALL

CONC FDTN WALL

HORIZ CONC FDTN
WALL REINF

CONC FOOTING

DOWELS TO MATCH
VERT MASONRY WALL
REINF

CONC SLAB ON GRADE

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

CW8-FC-STAIR

CONCRETE WALLHORIZ WALL REINF

CONCRETE FOOTING

INTENTIONALLY
ROUGHEN SURFACE
TO 1/4" AMPLITUDE

DOWELS TO MATCH
VERT WALL REINF

CONT REINF TOP & BOT

CONC. SLAB
ON GRADE

#4 x 4'-0" @ 16"O.C.

EXTERIOR SLAB OR
GRADE

6" M
IN

.

CONC. STAIR SLAB W/
#4@16" O.C. EA. WAY
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The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
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307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940
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date:

DFCM project no:

Revisions

TYP FTG & FDTN
DETAILS

U-SB502

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SB502

D1 TYPICAL CONTROL JOINTS IN 8" & 10" MASONRY WALLS

NO SCALEU-SB502

D2 TYPICAL RECESS IN 8" & 10" MASONRY WALLS

NO SCALEU-SB502

D3

TYP REINF AROUND MISC OR RECESSED MASONRY
OPENINGS

NO SCALEU-SB502

A3 TYPICAL SUMP PIT AT ELEVATOR WALL

NO SCALEU-SB502

A4 TYPICAL ELEVATOR PIT DETAIL

NO SCALEU-SB502

B5

TYPICAL ELEVATOR GUIDE RAIL SUPPORT COLUMN
BEARING ON CONC FOUNDATION WALL

NO SCALEU-SB502

C1 TYPICAL MASONRY WALL ON FOUNDATION WALL

NO SCALEU-SB502

D5

TYPICAL MASONRY COLUMN ON CONCRETE FOUNDATION
WALL

NO SCALEU-SB502

D4

TYPICAL FOOTING STEP FROM EXTERIOR FOUNDATION
WALL TO INTERIOR WALL

NO SCALEU-SB502

A1

TYPICAL MASONRY WALL ON CONCRETE FOUNDATION
WALL WITH

NO SCALEU-SB502

C2

TYPICAL INTERIOR MASONRY WALL ON CONCRETE CURB
WALL

NO SCALEU-SB502

C3

TYPICAL INTERIOR MASONRY COLUMN ON CONCRETE
CURB

NO SCALEU-SB502

C4 TYPICAL DOOR OPENING AT INTERIOR

NO SCALEU-SB502

C5 TYPICAL SLAB AT DOOR OPENING

NO SCALEU-SB502

A2

EXTERIOR CONC FOUNDATION WALL W/ ARCH'L GLU-LAM
ABV

NO SCALEU-SB502

B2 TYPICAL CONCRETE FOUNDATION WALL

NO SCALEU-SB502

B3 TYPICAL STEPS IN CONCRETE SLAB ON GRADE AT STEPPED SEATING

NO SCALEU-SB502

B1

TYPICAL MASONRY WALL ON FOUNDATION WALL WITH
SLAB STEP

NO SCALEU-SB502

A5 TYPICAL CONCRETE STAIR TO FOUNDATION WALL

Addendum 03 2014, June 10

Addendum 05 2014, June 20

Addendum 06 2014, June 25



MW3CFW09

CONCRETE  FOOTING.
SEE PLAN & SCHED

MASONRY WALL

CONC FDTN WALL

DOWELS TO MATCH
VERT CONC FDTN
WALL REINF

#4 x 4'-0" @ 12" O.C.

CONC SLAB ON GRADE

DOWELS TO MATCH
VERT MASONRY
WALL REINF

INTENTIONALLY
ROUGHEN JOINT TO
1/4" AMPLITUDE

CONT REINF
TOP & BOT

HORIZ CONC FDTN
WALL REINF

VERT MASONRY
WALL REINF

FDTN-02

CONC SLAB
ON GRADE

CONC FDTN WALL

CONC
FOOTING

DOWELS TO MATCH
VERT CONC WALL REINF

EXTERIOR SLAB
OR GRADE

STEEL BASE PLATE ON
1" NON-SHRINK GROUT

1/4
TYP

STEEL COLUMN

6

FDTN-03

CONC SLAB
ON GRADE

CONC PIER IN CONC
FDTN WALL

CONC
FOOTING

DOWELS TO MATCH
VERT CONC WALL &
PIER REINF

EXTERIOR SLAB
OR GRADE

STEEL BASE PLATE ON
1" NON-SHRINK GROUT

5/16
TYP

STEEL COLUMN

F
O

R
 A

N
C

H
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E
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E

E
 S

T
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E
L 

C
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N
 S

C
H
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U
LE

EXTEND HORIZ REINF
CONT THRU PIER

FDTN-04

CONC SLAB
ON GRADE

CONC PIER IN CONC
FDTN WALL

CONC
FOOTING

DOWELS TO MATCH
VERT CONC WALL &
PIER REINF

EXTERIOR SLAB
OR GRADE

STEEL BASE PLATE ON
1" NON-SHRINK GROUT

1/4
TYP

STEEL COLUMN

EXTEND HORIZ REINF
CONT THRU PIER

6

FDTN-05

CONC SLAB
ON GRADE

CONC PIER

CONC FOOTING
DOWELS TO MATCH
VERT CONC WALL &
PIER REINF

STEEL BASE PLATE ON
1" NON-SHRINK GROUT

5/16
TYP

STEEL COLUMN

F
O

R
 A

N
C

H
O

R
 B

O
LT

 E
M

B
E

D
M

E
N

T

S
E

E
 S

T
E

E
L 

C
O

LU
M

N
 S

C
H

E
D

U
LE

BLOCK-OUT IN SLAB.
POUR SOLID AFTER
COLUMN HAS BEEN
INSTALLED

FDTN-11

GLU-LAM
PER ARCH

CONC
FOOTING

DOWELS TO MATCH
VERT CONC WALL REINF

CONC FDTN WALL

U-SB502

A2

#4 HORIZ EACH SIDE OF
HEADED ANCHOR BOLTS

PAVERS. SEE
LANDSCAPE
PLANS

8"

6

FDTN-12

CONC PIER

CONC
FOOTING

DOWELS TO MATCH
VERT PIER REINF

PAVERS. SEE
LANDSCAPING
PLANS

STEEL BASE PLATE ON
1" NON-SHRINK GROUT

1/4
TYP

STEEL COLUMN

EXTEND HORIZ WALL
CONT THRU OR HOOK
INTO PIER WHERE
FOUNDATION WALLS
OCCURS

(3) SETS OF TIES WITHIN
TOP 5" OF PIER

3" MIN CONC COVER
AROUND BASE PLATE
& ANCHOR BOLTS

GALVANIZED HEADED
ANCHOR BOLTS 1'

 -
 1

"

FDTN-13

CONC
FOOTING

PAVERS. SEE
LANDSCAPING
PLANS

STEEL BASE PLATE ON
1" NON-SHRINK GROUT

1/4
TYP

STEEL COLUMN

3" MIN CONC COVER
AROUND BASE PLATE
& ANCHOR BOLTS

GALVANIZED HEADED
ANCHOR BOLTS

6

FDTN-14

1 1/2"

1' - 1"

1 1/2"

3 
1/

2"

5"
1 

1/
2"

STEEL COLUMN
ON BASE PLATE

CONCRETE WALL

COOLING TOWER

STEEL BEAM

3/8" THICK FULL HEIGHT
STIFFENER PLATE

STEEL EMBED PLATE:
8"x1/2"x8" W/4-3/4"Ø x 8"
LONG HSA

CONCRETE PIER 3 SETS OF TIES
WITHIN TOP 5"
OF PIER

EXTERIOR SLAB
OR GRADE

ADDITIONAL 5-#4 x 4'-6"
LONG EACH WAY AT TOP
OF FOOTING

CONCRETE FOOTING

1/4 4
TYP

U-SF601

D1

INTENTIONALLY
ROUGHEN SURFACE TO
1/4" AMPLITUDE

&
 C

O
O

LI
N

G
 T

O
W

E
R

 M
F

R
.

3'
-0

" 
C

O
O

R
D

. W
/ M

E
C

H
.

COOLING TOWER.
SEE MECHANICAL

POST BASE

CONCRETE SLAB
ON GRADE

HSS3x3x1/4 WALL
BRACING POST

3/8"Ø SCREW ANCHOR
W/2.1/2" EMBEDMENT
(HILTI KH-EZ OR
SIMPSON TITEN HD)

9"x3/8"x4" STEEL BASE
PLATE ON 1" NON-
SHRINK GROUT

1/4
TYP

SB502-A2

EXTERIOR SLAB
OR GRADE

STEEL COLUMN

(4) 3/4" DIA REDUCED
BASE THREADED
STUDS

BASE PLATE AS
SCHEDULED EXCEPT
W/ 8" WIDTH ON 1"
NON-SHRINK GROUT

EMBED PLATE :
8"x1/2"x1'-3" W/ (3)
1/2" DIA x 24" DBA's

5/16
2 SIDES

(2) #4 CONT(6) #3 "U" BARS @ 4" O.C.
CENTERED ON COLUMN
ABOVE

EXCEPT AS
NOTED

8" MIN
U-SB502

B3

MARK R.
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NO.
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whole or in part without the sole
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307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

TYP FTG & FDTN
DETAILS

U-SB503

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SB503

D1

TYPICAL MASONRY WALL ON CONCRETE FOUNDATION
WALL AT ELEVATOR PIT

NO SCALEU-SB503

D2

EXTERIOR CONC FOUNDATION WALL W STEEL COLUMN
ABOVE

NO SCALEU-SB503

D3

EXTERIOR CONC PIER IN CONC FDTN WALL W/ STEEL
COLUMN ABOVE

NO SCALEU-SB503

D4

EXTERIOR CONC PIER IN CONC FDTN WALL W/ STEEL
COLUMN ABOVE

NO SCALEU-SB503

D5 EXTERIOR CONCRETE PIER W/ STEEL COLUMN ABOVE

Addendum 03 2014, June 10

Addendum 04 2014, June 17

Addendum 05 2014, June 20

Addendum 06 2014, June 25

NO SCALEU-SB503

C1

EXTERIOR CONC FOUNDATION WALL W/ ARCH'L GLU-LAM
ABV

NO SCALEU-SB503

C2

EXTERIOR CONC FOUNDATION WALL W/ STEEL COLUMN
ABOVE

NO SCALEU-SB503

C3 EXTERIOR CONC FOOOTING W/ STEEL COLUMN ABOVE

NO SCALEU-SB503

C4

STEEL COLUMN & BASE PLATE ON CONCRETE WALL -
PLAN VIEW

NO SCALEU-SB503

C5 COOLING TOWER SUPPORT BEAMS ON CONCRETE PIER

NO SCALEU-SB503

A1 WALL BRACE POST BASE

6

NO SCALEU-SB503

A2

EXTERIOR CONC FOUNDATION WALL W/ ARCH'L GLU-LAM &
STEEL COLUMN ABOVE

6



Sched - Reinf-Splice

22"86"66"66"51"91"70"70"105" 54"81"62"#9 81"

NOTES:

91"

101"

1. DEFINITIONS:
Ld:   TENSION DEVELOPMENT LENGTH FOR REINFORCEMENT SATISFYING  THE FOLLOWING CONDITIONS:

SLABS AND WALLS: CLEAR SPACING > 2db AND CONCRETE CLEAR COVER > db
BEAMS AND COLUMNS: CLEAR COVER SPACING > db AND CONCRETE CLEAR COVER > db

Lt:    DEVELOPMENT LENGTH FOR TOP BARS IN TENSION
Lsb:  TENSION LAP SPLICE LENGTH FOR OTHER THAN TOP BARS (CLASS B)
Lsbt:  TENSION LAP SPLICE LENGTH OF TOP BARS.
Ldc:   DEVELOPMENT LENGTH FOR BARS IN COMPRESSION
Lsc:   TIED COLUMN LAP SPLICE IN COMPRESSION
db:    NOMINAL BAR DIAMETER (INCHES)
TOP BARS: HORIZONTAL BEAM REINFORCEMENT WITH MORE THAN 12 INCHES OF CONCRETE CAST BELOW

2. MULTIPLY VALUES IN SCHEDULE BY 1.5 IF CLEAR SPACING OR CONCRETE COVER DO NOT MEET REQUIREMENTS FOR Ld IN NOTE 1.

3. MULTIPLY VALUES IN SCHEDULE BY 1.3 FOR USE IN LIGHTWEIGHT AGGREGATE CONCRETE.

4. FOR EPOXY COATED BAR: MULTIPLY VALUES IN SCHEDULE BY 1.5 FOR BARS WITH CLEAR COVER < 3db OR CLEAR SPACING < 6db. OTHERWISE MULTIPLY
VALUES BY 1.2.

5. a. FOR BUNDLED BARS OF THREE OR LESS MULTIPLY LENGTHS BY 1.2.
b. FOR BUNDLED BARS OF FOUR OR MORE MULTIPLY LENGTHS BY 1.33.
c. INDIVIDUAL BAR SPLICES WITHIN A BUNDLE SHALL NOT OVERLAP.  ENTIRE BUNDLES SHALL NOT BE LAP SPLICED.

6. SCHEDULE LENGTHS ARE FOR fy=60ksi REINFORCING, MULTIPLY LENGTHS BY 1.25 FOR fy=75ksi REINFORCING.

7. LAP SPLICES ARE NOT PERMITTED FOR #14 & #18 BARS.  USE BAR COUPLERS PER G.S.N.

#10

#11

70"

78"

118"

131"

91"

101"

61"

67"

79"

87"

79"

87"

102"

114"

96"

107"

57"

64"

74"

82"

74"

82"

24"

27"

CONCRETE REINFORCING BAR DEVELOPMENT AND LAP SPLICE LENGTH SCHEDULE

f'c = 3000 PSI

22"

29"

36"

43"

63"

72"

22"#4

#8

#7

#5

#6

55"

48"

28"

33"

#3

Ld

17"

Lt

BAR
SIZE

38" 19"29"

47"

81"

56"

93"

63"

72"

43"

36"

42"

48"

24"

29"

Lsb

22"

Lsbt

28" 15"

33"25"25"

31"

54"

37"

62"

54"

62"

31"

37"

71"

81"

41"

49"

19"19" 25"

f'c = 4000 PSI f'c = 5000 PSI

31"

38"

23"

67"

46"

76"

24"24"18"

40"

45" 59"

51"

23"

27"

30"

35"

51"

59"

30"

35"

14" 18" 18"

f'c = 4500 PSI

10"

17"

19"

12"

15"

8"

f'c = ALL

57"57"44" 74"

50"

55"

64"

71"

64"

71" 93"

84"

f'c = 6000 PSI

21"21"16"

34"

39"

20"

24"

51"

45" 45"

51"

26"

31"

26"

31"

12" 16" 16"

27"

58"

66"

40"

33"

20"

121"#14 93" NANA 81" NA105" NA NA76" 99" NA 33"66" 86" NA NA

161"#18 124" NANA 108" NA140" NA NA101" 132" NA 43"88" 114" NA NA

Ld Lt Lsb Lsbt Ld Lt Lsb Lsbt Ld Lt Lsb Lsbt Ld Lt Lsb Lsbt

81"63"63"48"

92"

102"

54"

60"

71"

78"

71"

78"

29"

36"

22"

63"

44"

72"

23"23"17"

38"

43" 56"

49"

22"

26"

28"

34"

49"

56"

28"

34"

13" 17" 17"

NA72" 94" NA

NA96" 125" NA

Ldc Lsc

34"

39"

43"

15"

27"

30"

19"

23"

12"

NA

NA

11.3/4"9.1/2"#9

#10

#11

10.3/4"

12"

13.1/4"

14.3/4"

END HOOK SCHEDULE

180° HOOK

3"#4

#8

#7

#5

#6

6"

5.1/4"

3.1/4"

4.1/2"

#3

D

2.1/4"

BAR
SIZE

4"

5"

7"

6"

8"

3"

#14 18.1/4" 21.3/4"

#18 24" 28.1/2"

db

2.
1/

2"
 M

IN

4d
b 

orD

180° HOOK

db

D

90° HOOK

12db

db

D

135° HOOK

3" M
IN

6db

135° HOOK

19"

22"

24"

8"

14"

16"

10"

12"

6"

31"

41"

90° HOOK

3"

3"

3.3/4"

4.1/2"

5.1/4"

6"

--

--

--

--

--
Sched - End-Hook

FINISHED HOOK WIDTH

WIDTH

FINISHED HOOK

HOOK W
IDTH

FINISHED

H
O

O
K

 W
ID

T
H

F
IN

IS
H

E
D

#9 18"

#10

#11

20"

22"

TENSION HOOK DEVELOPMENT LENGTH (Ldh)

NORMAL WEIGHT CONCRETE, f'c = PSI

#4

#8

#7

#5

#6

#3

BAR
SIZE

8"

14"

16"

12"

10"

6"

#14 37"

#18 50"

3,000

15"

17"

19"

7"

12"

14"

10"

9"

6"

32"

43"

4,000

6"

4,500

14"

15"

17"

7"

11"

12"

9"

8"

6"

29"

39"

5,000 6,000

7"

8"

10"

11"

13"

14"

16"

18"

31"

41"

NOTES:
1. VALUES HERE VALID FOR ALL CASES IF:

SIDE COVER > 2.1/2"
END COVER > 2"

2. MULTIPLY VALUES IN SCHEDULE BY 1.2 FOR LIGHTWEIGHT
CONCRETE

3. MULTIPLY VALUES IN SCHEDULE BY 1.2 FOR USE WITH EPOXY
COATED REBAR

Sched - Tension-Hook

db

CONSTRUCTION
JOINT OR FACE
OF SUPPORT

13"

14"

16"

7"

10"

11"

8"

7"

6"

27"

35"

Ldh

EQ EQ

E.F. = EACH FACE
O.F. = OUTSIDE FACE  (AGAINST SOIL)
I.F.  = INSIDE FACE
3L   = THREE LAYERS

PLACEMENT TYPE

TYPE DTYPE B

VERT
REINF

TYPE A

HORZ
REINF

VERT
REINF

TYPE C

HORZ
REINF

NOTES:

1. HORIZONTAL WALL REINFORCING SHALL BE CONTINUOUS THRU CONSTRUCTION & CONTROL JOINTS.
2. SPLICES IN HORIZONTAL WALL REINFORCING SHALL BE TYPE Lsb, STAGGERED SUCH THAT SPLICES
DO NOT OVERLAP.  SPLICES IN TWO CURTAINS SHALL NOT OCCUR IN THE SAME LOCATION.

NOTES:

CONCRETE RETAINING WALL SCHEDULE

CRW-1

MARK 'B'

10'-6"

'HT'

1'-6"

'A'

5'-4" 1'-8" 1'-2"

'TF'
'V2' BARS

SIZE

'H' BARS'V' BARS

#5

SIZE

15"

SPACE SPACE

#5 12" #5

SIZE SPACESIZE

'H2' BARS

15"

SPACE

#5 12"

'T' BARS

#6

SIZE

15"

SPACE

1. 'V' BARS SHALL NOT BE SPLICED BELOW MID-HEIGHT OF WALL
2. FOR WALLS WITH 'HT' OF 9'-0" & GREATER.  ONE HALF OF THE 'V' BARS CAN BE DISCONTINUED FROM MID-HEIGHT TO TOP OF WALL.

'TW'
SPACESIZE

'C TOP' BARS

#6 16"

'C BOT' BARS

#6

SIZE

16.5"

SPACE

CRW-MAR07

STD 90°
HOOK

2" DIA. WEEP HOLE @ 10'-0"
O.C. MAX.

DOWEL TO MATCH 'V2'
BARS (WHERE REQ'D)

2-#5 CONT TOP & BOTTOM

12" OF FREE
DRAINING GRAVEL

TOW = SEE ARCH

FINISH GRADE

'H' BARS

'V' BARS

2x4 CONT KEYWAY

'C BOT' BARS

'C TOP' BARS

'T' BARS

'V2' BARS (WHERE REQ'D)

'H2' BARS (WHERE REQ'D)

FTG DRAIN WHERE
OCCURS. SEE ARCH

CLR.
2"

'B' 'TW' 'A'

2'
 -

 6
" 

M
IN

.

LE
N

G
T

H

LA
P

 S
P

LI
C

E

'T
F

'
'H

T
'

'TW'

3

NUMBER

7

NUMBER

CRW-2 8'-6" 1'-6" 3'-10"" 1'-8" 1'-2" #5 15" #5 12" #5 15" #5 12" #6 15" #6 15.6" #6 16.5"36

CRW-3 6'-6" 1'-6" 1'-10" 1'-8" 1'-2" #5 16" #5 12" #5 16" #5 12" #6 16" #6 18" #6 16.5"34

CRW-4 5'-6" 1'-6" 4'-2" 10" 1'-0" #5 16" #5 15" -- -- -- -- #6 16" #6 18" #6 EQ.35

CP-1 CP-2,3,5,7,8 CP-4 CP-6

CP-9

EQ EQ

E.F. = EACH FACE
O.F. = OUTSIDE FACE  (AGAINST SOIL)
I.F.  = INSIDE FACE
3L   = THREE LAYERS

PLACEMENT TYPE

TYPE DTYPE B

VERT
REINF

TYPE A

HORZ
REINF

VERT
REINF

TYPE C

HORZ
REINF

NOTES:

1. HORIZONTAL WALL REINFORCING SHALL BE CONTINUOUS THRU CONSTRUCTION & CONTROL JOINTS.
2. SPLICES IN HORIZONTAL WALL REINFORCING SHALL BE TYPE Lsb, STAGGERED SUCH THAT SPLICES
DO NOT OVERLAP.  SPLICES IN TWO CURTAINS SHALL NOT OCCUR IN THE SAME LOCATION.
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DFCM project no:

Revisions

STRUCTURAL
SCHEDULES

U-SB601

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SB601

D3 TYPICAL STANDARD HOOKS AND EMBEDMENT SCHEDULE

NO SCALEU-SB601

D2 TYPICAL STANDARD HOOKS AND EMBEDMENT SCHEDULE

NO SCALEU-SB601

A1 TYPICAL CONCRETE RETAINING WALL SCHEDULE AND DETAIL

CONCRETE FOOTING SCHEDULE

MARK WIDTH LENGTH THICK

CROSSWISE REINFORCING LENGTHWISE REINFORCING

REMARKSNO. SIZE LENGTH SPACE NO. SIZE LENGTH SPACE

FTS2.0 2' - 0" CONT. 1' - 0" - NONE REQ'D - 3 #4 CONT 9"

FC1.5 1' - 6" CONT. 1' - 0" - NONE REQ'D - 2 #4 CONT 12"

FC2.0 2' - 0" CONT. 1' - 0" - - - - 3 #4 CONT 9"

FC2.5 2' - 6" CONT. 1' - 0" - - - - 3 #5 CONT 12"

FC3.0 3' - 0" CONT. 1' - 0" - #5 2'  6" 14" 3 #5 CONT 15"

FC3.5 3' - 6" CONT. 1' - 0" - #5 3'  0" 14" 4 #5 CONT 12"

FC4.0 4' - 0" CONT. 1' - 0" - #5 3'  6" 12" 4 #5 CONT 14"

FC4.5 4' - 6" CONT. 1' - 1" - #5 4'  0" 12" 5 #5 CONT 12"

FC5.0 5' - 0" CONT. 1' - 1" - #5 4'  6" 10" 5 #5 CONT 13"

FC6.5 6' - 6" CONT. 1' - 2" -
-

#4
#6

6'-0"
6'-0"

13"
13"

6
6

#4
#6

CONT
CONT

14.4"
14.4"

TOP
BOT

FC14.0 14' - 0" CONT. 1' - 0" -
-

#6
#6

13'-6"
13'-6"

16"
16"

12
12

#5
#5

-
-

14"
14"

TOP
BOT

FS3.0 3' - 0" 3'  0" 1' - 0" 4 #4 2'  6" 10" 4 #4 2'  6" 10"

FS4.0 4' - 0" 4'  0" 1' - 0" 6 #4 3'  6" 8.4" 6 #4 3'  6" 8.4"

FS5.0 5' - 0" 5'  0" 1' - 0" 7 #4 4'  6" 9" 7 #4 4'  6" 9"

FS6.0 6' - 0" 6'  0" 1' - 2" 7 #5 5'  6" 11" 7 #5 5'  6" 11"

FS6.0A 6' - 0" 6'  0" 1' - 2" 7
7

#5
#5

5'  6"
5'  6"

11"
11"

7
7

#5
#5

5'  6"
5'  6"

11"
11"

FS7.0 7' - 0" 7'  0" 1' - 4" 7 #6 6'  6" 13" 7 #6 6'  6" 13"

FS8.0 8' - 0" 8'  0" 1' - 7" 8 #6 7'  6" 12.86" 8 #6 7'  6" 12.86"

FS9.0 9' - 0" 9'  0" 1' - 9" 10 #6 8'  6" 11.33" 10 #6 8'  6" 11.33"

FS10.0 10' - 0" 10'  0" 1' - 11" 10 #7 9'  6" 12.7" 10 #7 9'  6" 12.7"

FS11.0 11' - 0" 11'  0" 2' - 1" 12 #7 10'  6" 11.5" 12 #7 10'  6" 11.5"

FR11.5x12.5 11' - 6" 12'-6" 1' - 0" 13
13

#5
#5

11'-0"
11'-0"

12"
12"

12
12

#5
#5

12'-0"
12'-0"

12"
12"

TOP
BOT

FR20.0x4.0 4' - 0" 20'-0" 1' - 3" 14
14

#4
#5

3'  6"
3'-6"

18"
18"

4
6

#4
#5

19'-6"
19'-6"

14"
8"

TOP
BOT

FR20.0x14.0 14' - 0" 20'-0" 2' - 3" 15
16

#6
#9

13'  6"
13'-6"

16"
15"

11
14

#6
#9

19'-6"
19'-6"

16"
12"

TOP
BOT

FR29.5x31.5 29' - 6" 31'-6" 2' - 2" 46
46

#6
#6

31'-0"
31'-0""

8.5"
8.5"

38
38

#6
#6

29'-0"
29'-0"

9.3"
9.3"

TOP
BOT

1. PLACE ALL FOOTING REINFORCING IN BOTTOM OF FOOTING WITH 3" CLEAR CONCRETE COVER UNLESS NOTED OTHERWISE.

2. TOP REINFORCING, WHERE SPECIFIED, SHALL BE PLACED IN THE TOP OF THE FOOTING WITH 2" CLEAR CONCRETE COVER.

3. SPOT FOOTINGS SHALL BE CENTERED UNDER COLUMNS AND CONTINUOUS FOOTINGS SHALL BE CENTERED UNDER WALLS, UNLESS NOTED OTHERWISE.

4. ALL FOOTINGS SHALL BE FORMED. FOOTINGS SHALL NOT BE EARTH FORMED OR OVERSIZED WITHOUT WRITTEN PERMISSION FROM THE STRUCTURAL ENGINEER.

CONCRETE FOUNDATION WALL SCHEDULE

MARK THICK
VERTICAL

REINFORCING
HORIZONTAL
REINFORCING

T & B HORIZ.
BARS PLACEMENT

CFW-1 8" #5 @ 16" O.C. #5 @ 15" O.C. 2-#5 TYPE A

CFW-2 10" #7 @ 12" O.C., I.F. #6 @ 16" O.C. 1-#6 TYPE B

CFW-3 1' - 0" #7 @ 12" O.C., I.F.
#5 @ 18" O.C., O.F.

#5 @ 18" O.C., E.F. 2-#5 TYPE C

CFW-4 1' - 2" #5 @ 16" O.C., E.F.  #7 @ 7" O.C., E.F. 2-#7 TYPE D

CFW-5 10" #5 @ 16" O.C. #6 @ 16" O.C. 1-#6 TYPE A

CFW-6 10" #5 @ 16" O.C., E.F. #5 @ 15" O.C., E.F. 2-#5 TYPE C

CFW-7 1' - 8" #5 @ 16" O.C., E.F. #5 @ 12" O.C., E.F. 2-#5 TYPE C

CFW-8 1' - 0" #5 @ 16" O.C., E.F. #5 @ 18" O.C., E.F. 2-#5 TYPE C

CFW-9 2' - 8" #6 @ 16" O.C., E.F. #6 @ 10" O.C., E.F. 2-#6 TYPE C

CFW-10 1' - 10" #5 @ 16" O.C., E.F. #5 @ 10" O.C., E.F. 2-#5 TYPE C

CFW-11 1' - 2" #5 @ 16" O.C., E.F. #5 @ 16" O.C., E.F. 2-#5 TYPE D

CONCRETE PIER SCHEDULE

MARK

DIMENSIONS REINFORCING

REMARKSDEPTH WIDTH VERTICAL TIES
CP-1 1' - 8" 1' - 8" 8-#6 #3 @ 8" O.C.

CP-2 1' - 8" 1' - 8" 4-#7 #3 @ 8" O.C.

CP-3 1' - 10" 1' - 10" 4-#8 #3 @ 8" O.C.

CP-4 1' - 0" 1' - 6" 8-#6 #3 @ 8" O.C.

CP-5 1' - 0" 1' - 4" 4-#6 #3 @ 8" O.C.

CP-6 1' - 6" 1' - 6" 6-#7 #3 @ 6" O.C.

CP-7 1' - 4" 1' - 4" 4-#7 #3 @ 8" O.C.

CP-8 1' - 6" 10" 4-#5 #3 @ 8" O.C.

CP-9 1' - 6" 8" 6-#5 #3 @ 8" O.C.

CONCRETE SHEAR WALL SCHEDULE

MARK THICK
VERTICAL

REINFORCING
HORIZONTAL
REINFORCING

T & B HORIZ.
BARS PLACEMENT

CSW-1 1' - 0" #4 @ 12" O.C. E.F. #4 @ 12" O.C. E.F. 1-#4 E.F. TYPE D

CSW-2 1' - 0" #5 @ 12" O.C. E.F. #5 @ 12" O.C., E.F. 1-#7 E.F. TYPE D

2500 PSF

Addendum 03 2014, June 10



MRBLS-1500

MASONRY REINFORCING BAR LAP SPLICE SCHEDULE

BAR

CLASS A SPLICES MAY BE USED WHEN ONLY ONE BAR IS CONTINUOUS IN THE MASONRY CELL OR COURSE.

CLASS B SPLICES SHALL BE USED WHEN TWO BARS ARE CONTINUOUS IN THE MASONRY CELL OR COURSE.

** INDICATES THAT A LAP SPLICE IS NOT ALLOWED AND MECHANICAL BAR COUPLERS ARE REQUIRED FOR
THE BAR SPLICES.

WHERE VERTICAL BARS HAVE A REQUIRED LAP SPLICE GREATER THAN THE HEIGHT OF THE GROUT POUR,
THE BAR SPLICE SHALL BE MADE WITH A MECHANICAL BAR COUPLER.  WHERE THE HEIGHT OF THE GROUT
POUR EXCEEDS 60 INCHES, HIGH LIFT GROUTING PROCEDURES SHALL BE FOLLOWED.

WHERE MECHANICAL BAR COUPLERS ARE USED, THE CONNECTOR SHALL DEVELOP 125% OF THE SPECIFIED
YIELD STRENGTH OF THE BAR IN TENSION AND COMPRESSION.

A

CLASS

6" CMU

CLASS

A B

8" CMU

CLASS

A B

10" CMU

CLASS

A B

12" CMU

CLASS

A

6" ATLAS

CLASS

A B

8" ATLAS

SIZE

f'm = 1500 psi f'm = 2500 psi

19" 19" 19" 19" 19" 19" 15"15" 15"#3

30"#4 25" 25" 28"25" 20"20" 24"

49"#5 35" 31" 45"31" 24"31" 40"

**#6 81" 57" 92"53" 45"64" 87"

**#7 - 79" **61" 63"- **

**#8 - ** **87" 75" 89"- **

-#9 - - **** 90" -- -

53"

61"

31"

25"

92"

**

**

**

45"

28"

19"

NOTES:

1.

2.

3.

4.

5.

ML-1

REMARKS
SPANTYPE HORIZONTALDEPTH

MARK
WIDTH STIRRUPS

#3 @ 8" O.C.

#3 @ 8" O.C.

NOTES:

BRICK

OR CMU

BRICK

OR CMU

BRICK

OR CMU

BRICK

OR CMU
32"ML-4

16"ML-2

ML-3 24"

ML-1 8"
WALL
WIDTH

TOP & BOT.

TOP & BOT.

1- #7 CONT.

1- #5 CONT.

1- #5 CONT.

1- #7 CONT.

TOP & BOT.

-----

10'-0"

5'-4"

8'-0"

3'-4"

MASONRY LINTEL SCHEDULE

MASONRYLINTEL LINTEL LINTEL MAXIMUM

1. MASONRY LINTELS ML-1 THROUGH ML-4 SHALL BE USED OVER OPENINGS IN MASONRY WALLS WHEN A
SPECIFIC MASONRY LINTEL IS NOT OTHERWISE SPECIFIED.  THE MASONRY LINTEL TO BE USED SHALL BE
DETERMINED BY THE MAXIMUM SPAN AS SPECIFIED IN THIS SCHEDULE.  WHEN A SPECIFIC MASONRY
LINTEL IS CALLED OUT ON THE PLAN, THE MAXIMUM SPAN AS NOTED IN THIS SCHEDULE SHALL NOT
APPLY

2. MASONRY LINTELS ML-1 THROUGH ML-4 SHALL NOT BE LOCATED BELOW ANY FLOOR, OR ROOF BEAM,
OR GIRDER, OR ANY OTHER CONCENTRATED LOAD UNLESS SHOWN  SPECIFICALLY ON THE PLAN SHEET.
JOISTS SHALL NOT BEAR ON ANY LINTEL LESS THAN 16" DEEP.

3. FOR MASONRY LINTELS NOT SHOWN ON THE DRAWINGS THAT CARRY ANY FLOOR, OR  ROOF BEAM,
OR GIRDER, OR ANY OTHER CONCENTRATED LOAD, OR THAT SPAN GREATER THAN 10'-0" CONSULT THE
STRUCTURAL ENGINEER.

4. EXTEND ALL HORIZONTAL REINFORCING 48 BAR DIAMETERS BEYOND THE EDGE OF THE OPENING.  IF
HORIZONTAL REINFORCING CANNOT BE EXTENDED 48 BAR DIAMETERS BEYOND THE EDGE OF THE
OPENING, PROVIDE 90 DEGREE STANDARD HOOK.

5. GROUT MASONRY LINTELS MONOLITHICALLY WITH THE SUPPORT WALL OR COLUMN AT EACH END.

6. SPLICE TOP BARS AT MIDSPAN OF LINTEL ONLY.

7. SPLICE BOTTOM BARS OVER SUPPORTS ONLY.

8. FOR WALL ABOVE LINTEL, DOWEL VERTICAL REINFORCING INTO FULL DEPTH OF THE LINTEL OR 48
BAR DIAMETERS, WHICHEVER IS LESS.

9. HORIZONTAL WALL REINFORCING SHALL CONTINUE THROUGH MASONRY LINTELS. WHERE BOTH
HORIZONTAL WALL REINFORCING AND LINTEL REINFORCING WOULD OCCUR IN THE SAME COURSE, THE
LARGER BARS ARE TO REPLACE THE SMALLER BARS.

#3 @ 8" O.C.
BRICK

OR CMU
40"ML-5

TOP & BOT.

1- #7 CONT.

#4 @ 8" O.C.
BRICK

OR CMU
56"ML-6

2- #7 CONT BOT

1- #7 CONT TOP

WALL
WIDTH

WALL
WIDTH

WALL
WIDTH

WALL
WIDTH

WALL
WIDTH

-----

ML-DET

24
"

16
"

32
"

ML-1 ML-2 ML-3 ML-4

8"

1
'-

4"
 
 

2
'-

0"
 
 

2
'-

8"
 
 

60
"

ML-6

2
'-

8"
 
 

MC-1

SHALL BE TIED WITH #3 TIES @ 8" O.C.

THE CENTERLINE OF VERTICAL BARS SHALL BE LOCATED 2.1/2" FROM THE FACE OF

UNLESS NOTED OTHERWISE, VERTICAL REINFORCING AND TIES SHALL EXTEND FULL

MASONRY COLUMN VERTICAL BARS OR DOWELS IN CONCRETE FOUNDATION WALLS

TIES

MASONRY COLUMN SCHEDULE

THE MASONRY.  HORIZONTAL BARS SHALL BE LOCATED TO THE INSIDE OF THE
VERTICAL BARS.

HEIGHT OF THE WALL.

3.

2.

NOTES:

1.

MARK SIZE
VERTICAL

REINFORCING
REMARKS

MC-1 8" x 16" 4 - #4 -

MC-2 10" x 24" 6 - #4

MC-3 10" x 32" 8 - #4

MC-4 10" x 40" 8 - #4

-

#3 @ 8" O.C.

MC-5 10" x 16" 4 - #4

MC-6 16" x 16" 4 - #4

MC-8 8" x 32" 8 - #4 #3 @ 8" O.C.

#3 @ 8" O.C.

-

#3 @ 8" O.C.

10" X 16" IN
10" WALLS

MC-7 8" x 24" 6 - #4 #3 @ 8" O.C.

MW-1

HORIZONTAL

REINFORCING

MASONRY WALL SCHEDULE

MATERIALSMARK THICK
VERTICAL

NOTES
JOINTS

CMU8"MW-1 #5 @ 48" O.C.#5 @ 32" O.C. --

CMU10"MW-3 #5 @ 40" O.C.#5 @ 16" O.C. -

CMU10"MW-4 #5 @ 40" O.C.#5 @ 24" O.C. -

CMU8"MW-2 #5 @ 48" O.C.#5 @ 32" O.C. -
SOLID

GROUT

CMU10"MW-5 2-#4 @ 48" O.C.#5 @ 16" O.C. -

CMU10"MW-6 #6 @ 48" O.C.2-#5 @ 16" O.C. -

CMU10"MW-7 #5 @ 16" O.C. -2-#4 @ 24" O.C.

SOLID
GROUT

SOLID
GROUT

SOLID
GROUT

CMU10"MW-8 #5 @ 40" O.C.
#5 @ 8" O.C.
STAGGERED

-
SOLID

GROUT

NOTES:

1. PROVIDE SCHEDULED VERTICAL REINFORCING BARS AT ALL CORNERS, ENDS OF WALLS, AND SPACED AS
SCHEDULED, UNLESS NOTED OTHERWISE.

2. HORIZONTAL REINFORCING BARS SHALL BE CONTINUOUS AT ALL CORNERS AND AT INTERSECTING
WALLS. PROVIDE CORNER BARS WITH THE REQUIRED LAP SPLICE LENGTH.

3. TERMINATE ALL HORIZONTAL REINFORCING BARS AT ENDS OF WALLS AND EDGES OF OPENINGS WITH A
STANDARD HOOK AROUND VERTICAL REINFORCING BARS.

4. SEE PLANS, DETAILS AND GENERAL STRUCTURAL NOTES FOR ADDITIONAL REINFORCING
REQUIREMENTS.

5. GROUT SOLID ALL CELLS BELOW GRADE, CELLS CONTAINING EMBEDS (HSA'S, DBA'S, ANCHOR BOLTS,
ETC.), AND CELLS CONTAINING REINFORCING. CONSOLIDATE GROUT AS PER THE GENERAL STRUCTURAL
NOTES.

6. HORIZONTAL WALL REINFORCING SHALL BE PLACED INSIDE THE VERTICALS OF MASONRY COLUMNS.

7. HORIZONTAL WALL REINFORCING SHALL CONTINUE THROUGH MASONRY LINTELS.  WHERE BOTH
HORIZONTAL WALL REINFORCING AND LINTEL REINFORCING OCCUR IN THE SAME  COURSE, THE LARGER
BARS ARE TO REPLACE THE SMALLER BARS.

SOLID
GROUT

MC-1, MC-5

MC-2

MC-3

MC-4

MC-6

MC-7

MW-8 - PLAN

2 
5/

8"
2 

5/
8"

MARK R.
HARRIS

NO.
#178779

U TA H

L
IC

E
N

S
E

D
C

ER

TIFIED STRUCTURAL
E

N
G

IN
E

E
R

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

STRUCTURAL
SCHEDULES

U-SB602

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SB602

A5 TYPICAL MASONRY LINTEL DETAILS

NO SCALEU-SB602

A4 TYPICAL MASONRY COLUMN DIAGRAMS

Addendum 04 2014, June 17



16

KJHGFDB C

GG

AA

13.5

CC

DD

FF

L

HH

E

W
16

x3
1 

(1
6)

 C
=3

/4
"

W
16

x3
1 

(1
6)

 C
=1

"

W
18

x3
5 

(1
5,

8)
 C

=1
"

W
14

x2
2 

(1
2)

W
12

x1
9 

(1
6)

W
18

x4
0 

(1
0,

9)
 C

=3
/4

"

W
16

x3
1 

(1
6)

 C
=1

"

W
16

x3
1 

(1
6)

 C
=1

"

W
16

x3
1 

(1
6)

 C
=1

"

W
16

x3
1 

(1
8)

 C
=3

/4
"

W
16

x3
1 

(2
0)

W24x55 (13)W24x68 (38) C=3/4"W18x35W18x35 (20)W16x26 (12)

W
8x

10

W
10

x1
2

W
16x26 (5,7)

W
12

x1
6

W
16

x2
6 

(1
5)

W
16

x2
6 

(1
4)

W
12

x1
9 

(1
0)

W
16

x2
6 

(1
4)

W
12

x1
9 

(1
0)

W
8x

10

W
8x

10

W
8x

10

W
8x

10

W
16

x2
6 

(1
4)

W
18

x3
5 

(1
0,

10
)

W
12

x1
4

BB

EE

W16x26

W
8x

10 W
18

x4
6

W
8x

10

W18x35 (18)

W14x22

W8x10

W8x10

W
8x

10

TRAP AREA
FRAMING BY OTHERS

15.6

SC-7

SC-6
SC-8

SC-1
3

SC-1
3

SC-1
0

SC-1
0

CP-2
CP-1

SC-2
 A

BV

SC-3
 A

BV

SC-3

CP-3

CP-5

CP-3

CP-2

CP-2

CP-2

CP-2

CP-8

C
F

W
-3

CFW-1

C
F

W
-1

CFW-1

CFW-4

C
FW

-4

C
FW

-4

CFW-4CFW-4

CFW-1

C
FW

-1

CFW-1

C
FW

-1C
FW

-6

C
FW

-8

MW-6
M

W
-5

C
F

W
-1

CFW-1

CFW-1

C
F

W
-1

M
W

-1

MW-1

C
FW

-5

CFW-1

CFW-5

C
F

W
-5

CFW-5

C
FW

-6

C
F

W
-6

CFW
-6

C
FW

-6

C
F

W
-2

MW-8

M
W

-8

M
C-2

M
C-2

M
C-2

M
C-1

M
C-6

M
C-1

M
C-7

M
C-1

M
C-1

M
C-7

M
C-7

M
C-1

M
C-5

M
C-5

SC-1
3

SC-1
3

U-SF102AD4

A5

U-SF502

A3

U-SF502

A1

U-SF502

B1

U-SF503

D1

U-SF503

C1

U-SF503

W
24

x5
5

W12x14

W8x10W8x10

4 EQ. SPCS.

JJ

KKQQ

RR

SS

14.5

W
12

x1
4

EQ EQ EQ
W

8x
18

3.1/2"  NORMAL WEIGHT CONC
OVER 3" DEEP 20 GA TYPE W
DECK (6.1/2" TOTAL THICK)

CFW-1

C
F

W
-1

C
F

W
-1

CP-6
T.O.PIER=100'-0"

B5

U-SF503

W12x14

W
18x40 (4,7,9)

W
12

x1
9

3.1/2"  NORMAL WEIGHT CONC
OVER 3" DEEP 20 GA TYPE W
DECK (6.1/2" TOTAL THICK)

A1

U-SF503
TYP

D4

U-SF502
TYP

D4

U-SF502

CONCRETE HAUNCH AT
PERIMETER SIMILAR TO

/U-SF503A1

D2

U-SF502
TYP

B3

U-SF507

B4

U-SF507

HSS10x6x5/16 ELEV.
GUIDE RAIL SUPPORT
COLUMNS, TYPICAL

SC-1
 A

BV

RECESSED/DEPRESSED SLAB ON
METAL DECK

SPECIAL DECK AREA

OPENING

ROOF DECK

CHANGE IN ELEVATION

CONCRETE ON METAL DECK

MOMENT CONNECTION

STEEL BEAM OR GIRDER

STEEL JOIST OR PURLIN

FLOOR FRAMING PLAN LEGEND

CONCRETE LINTEL IN CONCRETE WALL

CONCRETE COLUMN IN CONCRETE WALL

MASONRY COLUMN IN MASONRY WALL

MASONRY WALL

MASONRY LINTEL IN MASONRY WALL

STEEL COLUMN - TUBE

CONCRETE WALL

CONCRETE JAMB COLUMN POURED
MONOLITHIC WITH CONCRETE WALL

COLLECTOR CONNECTION SEE
UNO

LEG-FLOOR

0"

1. SEE GENERAL STRUCTURAL NOTE (III.D.8) AND
DETAILS D3/U-SF501 FOR CONTROL JOINTS IN
SUSPENDED SLABS OVER STEEL DECK.

2. SEE DETAILS D1/U-SF501 FOR MISCELLANEOUS
FLOOR OPENINGS.

3. SEE GENERAL STRUCTURAL NOTE (V.J.7) FOR STEEL
DECK REQUIREMENTS WHERE 3-SPAN CONDITIONS
ARE NOT POSSIBLE.

4. PROVIDE 4.1/2" LONG HEADED STUD ANCHORS ON
COMPOSITE  BEAMS IN THE AREAS OF 1" SLAB
RECESSES.

5. CONDUIT IS NOT PERMITTED IN CONCRETE OVER
FLOOR DECK.

FLOOR FRAMING PLAN NOTES
NOTE-FLOOR

CANTILEVER FULL PEN CONNECTION

STEEL ANGLE BRACE / KICKER.

/U-SF601C1

HOUSEKEEPING PAD

MARK R.
HARRIS

NO.
#178779

U TA H

L
IC

E
N

S
E

D
C

ER

TIFIED STRUCTURAL
E

N
G

IN
E

E
R

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

STAGE LEVEL

FLOOR FRAMING

PLAN - AREA A

U-SF101A

28 MAY 2014

12218730

Bid Documents

SCALE:U-SF101A  1/8" = 1'-0"

B2 STAGE LEVEL FLOOR FRAMING PLAN
N

Addendum 03 2014, June 10

Addendum 04 2014, June 17



16

J

HGFDB C

GG

GG

13.513.5

CC

CC

DD

DD

HH

HH

E

W
16

x3
1 

(1
6)

 C
=1

"

W
16

x3
1 

(1
6)

 C
=1

"

W
16

x3
1 

(8
,8

) 
C

=1
"

W
18

x4
0 

(2
8)

 C
=3

/4
"

W
12

x1
9 

(1
6)

W
14

x2
2 

(1
2)

W
16

x3
1 

(1
6)

W
16

x3
1 

(1
6)

 C
=3

/4
"

W
8x

10

W
10

x1
2 W

18
x5

0 
(2

4)

W
14

x2
2 

(1
3)

W
18

x5
5

W
18

x5
5

W16x26 (12) W21x44 (12) W16x26 W27x94 (29)

W18x35 (18)

W
8x

18

W14x22 (10) W14x22 (10)

W
8x10

W8x10

W
8x

10

W
8x10

W
8x

10

W21x44 (7,3,7)

W
14

x2
2 

(1
3)W14x22

W
16x26 (7,7)

W
18

x3
5 

(1
0,

7)
 C

=3
/4

"

W
18

x5
5

W
18

x5
5

W
18

x5
0 

(2
4)

EQ EQ EQ EQ EQ

W18x40 (5,5)

W
18

x3
5

W
18

x4
6 

(1
7)

W18x46 (5.5)

W
8x

10
W

8x
10

W8x10

W
8x

10

W8x10

W
18

x4
0 

(1
7)

W
18

x4
0

W12x26

W
18

x4
6

W12x26 W
12x26

W
16

x3
1 

(1
9)

 C
=3

/4
"

W
14

x2
2 

(1
2)

W
12

x2
6

W8x10

W
8x

10

W12x16

W
8x

10

W
18

x4
6 

(2
0)

15.6

7' - 0" W
8x

10

W
8x

10

(2) #5 CONT CHORD
REINF IN SLAB

(2) #5 CONT CHORD
REINF IN SLAB

(1) #5 CONT CHORD
REINF IN SLAB

SC-7

SC-7

SC-8

SC-8 ABVSC-8
 A

BV

SC-7
 A

BV

SC-1
3

SC-1
1

SC-1
3

SC-1
0

SC-1
0

SC-4

SC-1 ABV
SC-2

SC-3

SC-3
SC-2

M
C-7

M
C-7

M
C-2

M
C-2

M
C-7

M
C-1

M
C-2

M
C-5

M
C-5

M
C-5

M
C-5

M
C-2

M
C-5

M
C-1

M
C-1

M
C-6

M
C-1

M
C-1

M
C-2

OPEN TO
FLOOR
BELOW

SC-1
3 SC-13

SC-1
4

W
12

x1
4

W
12

x2
6

SC-6

U-SF102AD4

B4

U-SF502 B3

U-SF502

4 EQ. SPCS.

JJ

RR

14.5

EQ EQ EQ

3 1/2" NW CONCRETE OVER
3" DEEP 20 GA. TYPE "W"
DECK (6 1/2" THICK.)

C1

U-SF502

-6
"

TYP

H
SS

6x
6x

3/
16

H
SS6x6x3/16

3 1/2" NW CONCRETE OVER
3" DEEP 20 GA. TYPE "W"
DECK (6 1/2" THICK.)

A2

U-SF503

D2

U-SF503

D2

U-SF503

A2

U-SF503

A5

U-SF504

B5

U-SF504

SIM

W
21x44 (19)

W
10

x1
2

W
18

x3
5

-3
.1

/2
"

DRAG STRUT
CONNECTION PER

/U-SF512C4

A5

U-SF501
TYP

ML-5 ML-1

D2

U-SF502
TYP

Level 1 -
Stage/Costume

100' - 0"

Level 2 Balcony
Stage

112' - 0"

Level 0 - Basement
87' - 0"

Level 2 - Floor
Framing

118' - 7"

15.6

HSS4x
4x1

/4 HSS4x4x1/4

W12x26

W12x26

U-SF504

D4

U-SF504

C4

MARK R.
HARRIS

NO.
#178779

U TA H

L
IC

E
N

S
E

D
C

ER

TIFIED STRUCTURAL
E

N
G

IN
E

E
R

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

BALCONY STAGE

FRAMING PLAN

U-SF102A

28 MAY 2014

12218730

Bid Documents

SCALE:U-SF102A  1/8" = 1'-0"

A2 BALCONY STAGE FRAMING PLAN

SCALE:U-SF102A  1/8" = 1'-0"

D4 DIAPHRAGM TRANSFER BRACE ELEVATION

N

Addendum 03 2014, June 10

Addendum 04 2014, June 17



S

S

V

V

1 1

2 2

3 3

4 4

5 5

6 6

7

7

8

8

9

9

10

10

11

11

12

12

13

13

14

14

15

15

16 16

17 17

Q

Q

P

P

N

N

M

M

KJHGFDB

V.1

CA

A

T UR

GG

GG

AA

AA

13.5

CC

CC

8.8 8.8

8.2 8.2

DD

DD

FF

FF

L

HH

E

U.1

BB

BB

8.7 8.7

EE

EE

15.6 15.6

T.5

S.1

S.2

JJ

KK

LL

MMNN

PP

QQ

RR

SS

C.5 F.5

14.5

MARK R.

HARRIS

NO.

#178779

U TA H

L
IC

E
N

S
E

D
C

E
RTIFIED STRUCTUR

A
L

E
N

G
IN

E
E

R

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

OVERALL FLOOR
FRAMING PLAN

U-SF103

28 MAY 2014

12218730

Bid Documents

SCALE:U-SF103  1/16" = 1'-0"

A1 FLOOR FRAMING PLAN

N



16 16

17 17

KJHGFDB CA

A

GG

GG

AA

AA

13.513.5

CC

CC

8.8 8.8

8.2 8.2

DD FF

L

HH

E

W18x35 (7,5) W16x26 (10,5,5)

W
14

x2
2 

(1
4)

W
12

x1
9 

(1
1)

W
12

x1
9 

(1
1)

W
12

x1
6

W
12

x1
4

W
14

x2
2 

(1
4)

W
16

x3
1 

(1
8)

 C
=3

/4
"

W
16

x3
1 

(1
6)

 C
=3

/4
"

BB

BB

8.7 8.7

EE

U-SF202

D1

U-SF203 D5

19' - 8 1/2"

MW-6

M
W

-7

MW-1MW-1MW-1

M
W

-1

W
16

x3
1 

(1
6)

 C
=3

/4
"

W
18

x4
0 

(2
4)

W14x22

W
8x

10W
10

x1
2

W
8x

10

W18x35 (10)

W
21

x4
4 

(2
8)

 C
=3

/4
"

W
21

x4
4 

(2
6)

 C
=1

"

W
21

x5
0 

(4
8)

 C
=1

"

W
21

x5
5 

(5
3)

 C
=3

/4
"

W
21

x5
0 

(6
3)

 C
=1

"

W18x35 (10) W18x35 (10) W18x35 (10) W18x35 (10) W18x35 (10) W18x35 (10)

W
21

x5
0 

(6
4)

 C
=1

"

W
21

x5
0 

(6
4)

 C
=1

"

W
21

x5
0 

(6
4)

 C
=1

"

W
21

x5
0 

(6
4)

 C
=1

"

W
21

x5
0 

(6
4)

 C
=1

"

W
21

x5
0 

(7
0)

 C
=1

"

W21x44 (2,9,11) W18x35 (16)

W
21

x4
4 

(5
4)

 C
=1

.1
/4

"

W
21

x4
4 

(2
6)

 C
=1

.1
/4

"

W
21

x4
4 

(2
6)

 C
=1

.1
/4

"

W
18

x4
0 

(2
4)

 C
=3

/4
"

W21x44 (15)W18x35 (18)

W
8x

10

W
8x

10

W
10

x1
2

W27x84 (26)

W
18

x4
0 

(2
1)

W
18

x3
5 

(2
0)

W
18

x3
5 

(1
8)

W
16

x2
6 

(1
5)

W
24

x5
5 

(2
6)

W
21

x4
4 

(2
9)

W
10

x1
2

W12x14

W21x44 (35)

W
12

x1
9 

(1
1)

W
12

x1
4

W
8x

10

W
16x31 (14)

W
16x31 (14)

W
16x31 (16)

W30x108 B.B.

W
12x19 (12)

W
24x55 (19)

W30x173 B.B.

W
16x31 (16)

W
24

x5
5 

(1
9)

W
12

x1
9 

(1
2)

W
16

x3
1 

(1
4)

W
16

x3
1 

(1
6)

W
16

x3
1 

(1
6)

W
16

x3
1 

(1
5)

W16x26 (5,6) W16x26 (12) W16x26 (6,5)

W
8x

15
 (

4)

W
8x

10

W
8x

15
 (

4)

W
30

x1
24

 B
.B

.

W
30

x1
24

 B
.B

.

W
8x

15

W
8x

15

W
16

x2
6 

(1
6)

W
8x

10

W
16

x2
6 

(1
6)

W
8x

10

W16x26 (6,6)W16x26 (6,6)

W
24

x6
8 

B
.B

.W
24x68 B

.B
.

W21x44 (24)

W
14

x2
6 

(6
)

W
8x

10

W
8x

10

W
8x

10

W
12

x1
9

W
10

x1
2

W
24

x5
5

W
12x19

W
10x12

W8x10

H
SS

14
x4

x1
/4

H
S

S14x4x1/4

H
S

S1
4x

4x
1/

4

H
SS14x4x1/4

HSS14x4x1/4HSS14x4x1/4

W
24x55 (18)

W
24x55W

24x55

W
24

x5
5

W
24

x5
5

W
24

x5
5

W24x55

W
24

x5
5

W
24

x5
5W

24
x5

5

W
24x55W

24x55

W
24x55

W
24

x5
5

W
24x55

W24x55

W24x55

W24x55

W24x55

W24x55

W
10

x1
2

W10x12

W
12

x2
6

W10x12

W
8x

10

SC-1
0

OPEN TO
BELOW

15.6 15.6

SC-6
SC-6

SC-6
SC-6

SC-6
SC-6

SC-6

SC-6

SC-6
 A

BV

SC-6

SC-6
 A

BV

SC-6

SC-7

SC-6

SC-4 ABV

SC-6
SC-6

SC-6

SC-4
 A

BV

SC-4
 A

BV

SC-6

SC-6

SC-6
 A

BV

SC-6

SC-6 ABV

SC-6

SC-7

SC-6

SC-4
 A

BV

SC-6

SC-6

SC-6
SC-8

SC-8
SC-8

SC-7
SC-1

3

SC-1
1

SC-4
 A

BV

SC-1
3

SC-4

SC-1

SC-9

SC-1
2

SC-8

SC-9

SC-12

SC-4

SC-4

SC-7

SC-7
SC-4

SC-2

SC-7

SC-6

SC-3

SC-3

SC-2
 H

GR

M
W

-5

M
C-2

M
C-5

M
C-5

M
C-5

 A
BV6' - 7 5/8"

M
C-5

M
C-2

 A
BV

M
L-

4

M
C-5

M
C-1

M
C-7

M
C-7

M
C-7

M
C-1

M
C-1

ML-4M
C-1

 B
LW

M
C-6

 B
LW

M
C-1

 B
LW

M
C-2

SEE SHEET U-SF102A FOR
BALCONY STAGE FLOOR
FRAMING IN THIS AREA

W18x35 (6)

(2) #5 CONT CHORD
REINF IN SLAB

(2) #5 CONT CHORD
REINF IN SLAB

(3) #5 CONT CHORD
REINF IN SLAB

M
C-2

U-SF211A3U-SF211 A1

U-SF211

A5

MW-6

M
W

-7

SEE U-SF102A
FOR BEAM
SIZES

SEE U-SF102A
FOR BEAM
SIZES

W8x10

W16x45 (8) W16x45 (8)W12x19 (8) W12x19 (8)

W12x19 (8) W12x19 (8)

W
12x19 (4)

(4) #5 CONT CHORD
REINF IN SLAB

(2) #5 CONT CHORD
REINF IN SLAB

(4) #5 CONT CHORD
REINF IN SLAB

DIAGONAL HATCH AREA
SHALL BE REINF W/ #4 @
12" O.C. EACH WAY IN
SLAB ON METAL DECK

(2) #5 CONT CHORD
REINF IN SLAB

M
L-

4

M
L-

1

W
16x26 (15)

W8x10

W
16

x3
1 

(1
4)

U-SF102A

A2

CONC OVER
FLOOR DECK
EDGE BELOW

SC-6

SC-1
4

W
30

x1
24

 B
.B

.

W30x108 B.B.

W30x173 B.B.

SC-1
3

SC-7
SC-6

6' - 0" 6' - 0"

SC-7SC-6

W24x55

W24x55

W24x55

W24x55
W24x55

W24x55

HSS14x4x1/4 HSS14x4x1/4

SC-1
3

SC-14

W
10

x1
2

W10x12 W10x12

U-SF102AD4

CSW-1

B5

U-SF502

B5

U-SF502

B5

U-SF502

B5

U-SF502

B4

U-SF502 B3

U-SF502

D1

U-SF504 W
24x55

3.1/2" N.W. CONC. OVER 3"
DEEP 20GA TYPE 'W' FLOOR
DECK (6.1/2" THICK TOTAL)

3.1/2" N.W. CONC. OVER 3"
DEEP 20GA TYPE 'W' FLOOR
DECK (6.1/2" THICK TOTAL)

JJ

KK

LL

MMNN

PP

QQ

RR

SS

C.5 F.5

14.5

8'
 -

 1
"

W
16x26

W
8x10

W
14

x2
2

W
12x14

W8x10

W24x55
W24x55

W24x55

EXTEND W24x55
TO W30x108

EXTEND W24x55
TO W30x108

W14x22

M
L-

4

4"

SEE DETAIL
SIM. FOR HANGER
COLUMN CONNECTION

/U-SF514D3

B4

U-SF502

A2

U-SF503

A2

U-SF503

A2

U-SF503

OPEN TO BELOW

C5

U-SF502

C4

U-SF502

3 1/2" NW CONCRETE
OVER 3" DEEP 20 GA. TYPE
"W" DECK (6 1/2" THICK.)

3 1/2" NW CONCRETE
OVER 3" DEEP 20 GA. TYPE
"W" DECK (6 1/2" THICK.)

3 1/2" NW CONCRETE
OVER 3" DEEP 20 GA. TYPE
"W" DECK (6 1/2" THICK.)

3 1/2" NW CONCRETE
OVER 3" DEEP 20 GA. TYPE
"W" DECK (6 1/2" THICK.)

3.1/2" N.W. CONC. OVER 3"
DEEP 20GA TYPE 'W' FLOOR
DECK (6.1/2" THICK TOTAL)

3.1/2" N.W. CONC. OVER 3"
DEEP 20GA TYPE 'W' FLOOR
DECK (6.1/2" THICK TOTAL)

3.1/2" N.W. CONC. OVER 3"
DEEP 20GA TYPE 'W' FLOOR
DECK (6.1/2" THICK TOTAL)

3.1/2" N.W. CONC. OVER 3"
DEEP 20GA TYPE 'W' FLOOR
DECK (6.1/2" THICK TOTAL)

3.1/2" N.W. CONC. OVER 3"
DEEP 20GA TYPE 'W' FLOOR
DECK (6.1/2" THICK TOTAL)

3.1/2" N.W. CONC. OVER 3"
DEEP 20GA TYPE 'W' FLOOR
DECK (6.1/2" THICK TOTAL)

WOOD FIN. SEE
ARCHITECTURAL

WOOD FIN. SEE
ARCHITECTURAL

WOOD FIN. SEE
ARCHITECTURAL

(2) #5 CONT CHORD
REINF IN SLAB

W8x10

A2

U-SF503

B2

U-SF502

LOW

C3

U-SF512

SIM

C5

U-SF504

C5

U-SF504

D5

U-SF504

OPP

D5

U-SF504

B4

U-SF504

B4

U-SF504

B4

U-SF504

B4

U-SF504

M
C-1

 A
BV

M
C-8

 A
BV

M
C-1

 A
BV

U-SF507

B1

U-SF507

B2

U-SF503

A5

RECESSED/DEPRESSED SLAB ON
METAL DECK

SPECIAL DECK AREA

OPENING

ROOF DECK

CHANGE IN ELEVATION

CONCRETE ON METAL DECK

MOMENT CONNECTION

STEEL BEAM OR GIRDER

STEEL JOIST OR PURLIN

FLOOR FRAMING PLAN LEGEND

CONCRETE LINTEL IN CONCRETE WALL

CONCRETE COLUMN IN CONCRETE WALL

MASONRY COLUMN IN MASONRY WALL

MASONRY WALL

MASONRY LINTEL IN MASONRY WALL

STEEL COLUMN - TUBE

CONCRETE WALL

CONCRETE JAMB COLUMN POURED
MONOLITHIC WITH CONCRETE WALL

COLLECTOR CONNECTION SEE
UNO

LEG-FLOOR

0"

1. SEE GENERAL STRUCTURAL NOTE (III.D.8) AND
DETAILS D3/U-SF501 FOR CONTROL JOINTS IN
SUSPENDED SLABS OVER STEEL DECK.

2. SEE DETAILS D1/U-SF501 FOR MISCELLANEOUS
FLOOR OPENINGS.

3. SEE GENERAL STRUCTURAL NOTE (V.J.7) FOR STEEL
DECK REQUIREMENTS WHERE 3-SPAN CONDITIONS
ARE NOT POSSIBLE.

4. PROVIDE 4.1/2" LONG HEADED STUD ANCHORS ON
COMPOSITE  BEAMS IN THE AREAS OF 1" SLAB
RECESSES.

5. CONDUIT IS NOT PERMITTED IN CONCRETE OVER
FLOOR DECK.

FLOOR FRAMING PLAN NOTES
NOTE-FLOOR

CANTILEVER FULL PEN CONNECTION

STEEL ANGLE BRACE / KICKER.

/U-SF601C1

HOUSEKEEPING PAD

8.8

E

8.7

U-SF211A3U-SF211 A1

U-SF211

A5

W12x16

W
8x

10

W8x10

W
8x

10

W
8x

10

W
12

x1
9

C.5 F.5

3 1/2" NW CONCRETE OVER
3" DEEP 20 GA. TYPE "W"
DECK (6 1/2" THICK.)

MARK R.
HARRIS

NO.
#178779

U TA H

L
IC

E
N

S
E

D
C

ER

TIFIED STRUCTURAL
E

N
G

IN
E

E
R

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

FLOOR FRAMING
PLAN - AREA A

U-SF103A

28 MAY 2014

12218730

Bid Documents

SCALE:U-SF103A  1/8" = 1'-0"

A1 FLOOR FRAMING PLAN - AREA A

SCALE:U-SF103A  1/8" = 1'-0"

D5 CONTROL ROOM FLOOR FRAMING PAN

N

N

Addendum 03 2014, June 10

Addendum 04 2014, June 17

Addendum 05 2014, June 20



S

S

V

V

8

8

9

9

10

10

11

11

12

12

13

13

14

14

15

15

16 16

17 17

Q

Q

PNM

V.1

T

T U

U

R

R

U.1

W14x22

W14x22

W14x22

W14x22 (13)
W12x19

W
14

x2
2

W
14

x2
2

W12x19 (10)
W12x14

W12x14

W14x22 (14)

W16x31 (8,8)

W16x31 (8,8)

W
16

x2
6 

(1
7)

W12x19 (10)

W14x22 (12)

W14x22 (12)

W14x22 (13)

W14x22 (12)

W
16

x2
6 

(3
,6

 9
)

W
16

x 2
6 

(2
4)

W
18

x 3
5 

(1
2)

W8x10

W
8x

10

W8x10

W
8x

10

W
8x

10

W
8x

10

W
8x

10

W
8x

10

W8x10

SC-1

SC-1

W
14x22 (15)

W
14x22 (15)

W
14x22 (12)

W
14

x2
2 

(6
)

W16x26

3.1/2"  NORMAL WEIGHT
CONC OVER 20 GA. W3
DECK (6.1/2" TOTAL)

H
S

S
7x

7x
3/

16
H

S
S

7x
7x

3/
16

H
S

S
7x

7x
3/

16
H

S
S

7x
7x

3/
16

H
S

S
7x

7x
3/

16

H
S

S
7x

7x
3/

16
H

S
S

7x
7x

3/
16

H
S

S
7x

7x
3/

16

H
S

S
7x

7x
3/

16

MW-4

MW-4

MW-3

M
W

-3
M

W
-3

MW-1

M
W

-1

MW-2

M
W

-2

MW-2

2-#4 CONT CHORD REINF
M

W
-2

W18x35 (10) W18x35 (10) W18x35 (10)

W18x35 (16)

W
16

x3
1 

(2
1)

W
21

x4
4 

(2
6)

 C
=1

.1
/4

"

W
21

x4
4 

(2
6)

 C
=1

.1
/4

"

W
21

x4
4 

(2
6)

 C
=1

.1
/4

"

W
21

x4
4 

(2
6)

 C
=1

.1
/4

"

W
21

x4
4 

(2
6)

 C
=1

.1
/4

"

W
21

x4
4 

(2
6)

 C
=1

.1
/4

"

W
21

x6
8 

(4
1)

W
21

x4
4 

(3
4)

 C
=1

.1
/4

"

W
21

x4
8 

(2
2)

W18x35 (10) W18x35 (10)

W21x44 (4,7,10)W18x35 (12)W18x35 (16)W18x35 (16)

W14x22W24x55W14x22 (10)W16x26 (5,5)W21x44 (15)

W
8x

10

W
8x

10

W
8x

10

W
8x

10

W
8x

10

W
8x

10

W
8x

10

W
8x

10

W
8x

10

W
8x

10

W
16x26

W
27x84 (39) C=3/4"

W
27x84 (38)

W
18

x3
5 

(2
0)

W
18

x3
5 

(1
8)

W
16

x3
1 

(1
8)

W
16

x2
6

W24x55 (6,4,3)

W8x1
0

W8x1
0

W8x1
0

W8x1
0

W8x1
0

W18x35 (18)

W
21

x4
4 

(1
3)

W
18

x3
5

W
18

x3
5 

(1
2)

W
18

x3
5

W
18

x3
5

W
24

x5
5 

(2
6)

M
C-1

M
C-1

M
C-1

M
C-1

M
C-1

M
C-1

M
C-1W

14
x2

2
H

S
S

7x
7x

1/
4

H
S

S
7x

7x
1/

4

SC-8

SC-8

SC-8

SC-8

SC-8

SC-3
SC-4

SC-8

SC-8

SC-8

SC-8

SC-8

SC-3

SC-3
SC-8

SC-6
SC-4

SC-6

SC-4

SC-6

SC-4

SC-6

SC-3

SC-4

SC-4

SC-6

SC-4

SC-3
 A

BV

SC-3

SC-5

SC-6

SC-8

SC-2

SC-6
SC-6

SC-6
SC-6

SC-6
SC-6

W14x22

W8x10 W8x10

W10x12

W10x12

W
14

x2
2 

(6
)

B1

U-SF501

B1

U-SF501

W8x10

W
8x

10

SC-1

2 EQ SPCS 2 EQ SPCS 2 EQ SPCS 2 EQ SPCS

D4

U-SF502

OPEN TO
BELOW

OPEN TO
BELOW

3.1/2"  NORMAL WEIGHT
CONC OVER 20 GA. W3
DECK (6.1/2" TOTAL)

W
18

x3
5 

(6
)

C4

U-SF512

C3

U-SF512

C3

U-SF512

D5

U-SF514
TYP

JOINT
2" EXPANSION

JOINT
2" EXPANSION

B1

U-SF501
TYP

C2

U-SF503

TYP

C2

U-SF503

TYP

OPEN TO
BELOW

C5

U-SF601

TYP
D4

U-SF503

C2

U-SF503

SIM/
TYP

C2

U-SF503
TYP

D2

U-SF503

D2

U-SF503

TYP

TYP

D1

U-SF502
TYP

OPEN TO
BELOW

15.6 15.6

C4

U-SF501

TYP

FOR TYPICAL
HOUSEKEEPING PAD &
CURB DETAILS SEE

U-SF501

C4

4 
E

Q
 S

P
C

S

2 
E

Q
 S

P
C

S

2 EQ SPCS 2 EQ SPCS 2 EQ SPCS

(3) #5 CONT CHORD
REINF IN SLAB

(3) #5 CONT CHORD
REINF IN SLAB

(2) #5 CONT CHORD
REINF IN SLAB

(4) #5 CONT CHORD
REINF IN SLAB

(2) #5 x 20'-0" CHORD
REINF IN SLAB. CENTER
ON GRID 15.6

W
8x

10

JJ

W
16x26

W
16x26

W
8x10

W
14

x2
2

M
C-1

D5

U-SF211

D5

U-SF211
SIM

C5

U-SF502

B2

U-SF503

U-SF103B

A5

3 
E

Q
 S

P
C

S
 @

 7
'-8

"

3.1/2"  NORMAL WEIGHT
CONC OVER 20 GA. W3
DECK (6.1/2" TOTAL)

3.1/2"  NORMAL WEIGHT
CONC OVER 20 GA. W3
DECK (6.1/2" TOTAL)

3.1/2"  NORMAL WEIGHT
CONC OVER 20 GA. W3
DECK (6.1/2" TOTAL)

3.1/2"  NORMAL WEIGHT
CONC OVER 20 GA. W3
DECK (6.1/2" TOTAL)

WOOD FIN. SEE
ARCHITECTURAL

WOOD FIN. SEE
ARCHITECTURAL

44' - 8"
3.00°

19' - 8 1/2" 19' - 8 1/2" 19' - 8 1/2" 19' - 8 1/2" 2' - 2 3/4"

18
' -

 3
"

18
' -

 3
"

18
' -

 3
"

18
' -

 3
"

18
' -

 3
"

18
' -

 3
"

18
' -

 3
"

12
7'

 -
 9

"

8'
 -

 0
"

42
' -

 0
"

3.
00

°

W8x10

(3) #4 x 10'-0" CHORD
REINF IN SLAB

B2

U-SF502

3' - 0"

W24x55

B1

U-SF502

LOW

B5

U-SF504

A4

U-SF504

W10x19

W10x19 W10x19

W
8x

10

W8x10

W
10

x2
2 

B
LW

W
10

x2
2 

B
LW

W10x19

1.1/2", 20GA
'B' DECK

2" EXP.
JOINT B2

U-SF516

B1

U-SF516

1' - 0"

A4

U-SF503
TYP

W
A

LL
 B

R
A

C
IN

G
P

O
S

T

B5

U-SF507

TYP

RECESSED/DEPRESSED SLAB ON
METAL DECK

SPECIAL DECK AREA

OPENING

ROOF DECK

CHANGE IN ELEVATION

CONCRETE ON METAL DECK

MOMENT CONNECTION

STEEL BEAM OR GIRDER

STEEL JOIST OR PURLIN

FLOOR FRAMING PLAN LEGEND

CONCRETE LINTEL IN CONCRETE WALL

CONCRETE COLUMN IN CONCRETE WALL

MASONRY COLUMN IN MASONRY WALL

MASONRY WALL

MASONRY LINTEL IN MASONRY WALL

STEEL COLUMN - TUBE

CONCRETE WALL

CONCRETE JAMB COLUMN POURED
MONOLITHIC WITH CONCRETE WALL

COLLECTOR CONNECTION SEE
UNO

LEG-FLOOR

0"

1. SEE GENERAL STRUCTURAL NOTE (III.D.8) AND
DETAILS D3/U-SF501 FOR CONTROL JOINTS IN
SUSPENDED SLABS OVER STEEL DECK.

2. SEE DETAILS D1/U-SF501 FOR MISCELLANEOUS
FLOOR OPENINGS.

3. SEE GENERAL STRUCTURAL NOTE (V.J.7) FOR STEEL
DECK REQUIREMENTS WHERE 3-SPAN CONDITIONS
ARE NOT POSSIBLE.

4. PROVIDE 4.1/2" LONG HEADED STUD ANCHORS ON
COMPOSITE  BEAMS IN THE AREAS OF 1" SLAB
RECESSES.

5. CONDUIT IS NOT PERMITTED IN CONCRETE OVER
FLOOR DECK.

FLOOR FRAMING PLAN NOTES
NOTE-FLOOR

CANTILEVER FULL PEN CONNECTION

STEEL ANGLE BRACE / KICKER.

/ U-SF601C1

HOUSEKEEPING PAD

15
15

T

T

15.6 15.6

HSS6x
0.2

80

HSS6x
0.2

80

HSS12x4x5/16
BROKEN-BACK
STRINGER, TYP

H
S

S
12

x6
x1

/4

H
S

S
12

x6
x1

/4

SC-3

SC-8

A3

U-SF504

B3

U-SF504

A2

U-SF504

MARK R.
HARRIS

NO.
#178779

U TA H

L
IC

E
N

S
E

D
C

ER

TIFIED STRUCTURAL
E

N
G

IN
E

E
R

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

FLOOR FRAMING
PLAN - AREA B

U-SF103B

28 MAY 2014

12218730

Bid Documents

SCALE:U-SF103B  1/8" = 1'-0"

A1 FLOOR FRAMING PLAN - AREA B
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ROOF FRAMING PLAN NOTES

1. VERIFY SIZE, WEIGHT, LOCATION AND

CONFIGURATION OF ALL ROOF TOP EQUIPMENT WITH

ARCHITECT AND MECHANICAL ENGINEER. PROVIDE

STEEL FRAMES FOR SUPPORT OF ROOF TOP

EQUIPMENT AS INDICATED IN DETAIL D2/U-SF511

COORDINATE OPENINGS WITH MECHANICAL AND

ELECTRICAL AND GENERAL CONTRACTORS.

2. ALL ROOF OPENINGS SHALL BE FRAMED AS

INDICATED IN DETAIL D1/U-SF511. FOR ROUND

OPENINGS WHICH ARE LESS THAN 12" DIA. SEE DETAIL

D4/U-SF511.

3. SEE ARCHITECTURAL FOR ROOF SLOPES AND

DRAINS. SEE D3/U-SF511 FOR ROOF DRAIN OPENING

FRAME.

4. SEE DETAIL D5/U-SF511 FOR SUPPORT OF HANGING

MECHANICAL UNITS.
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ROOF FRAMING PLAN NOTES

1. VERIFY SIZE, WEIGHT, LOCATION AND

CONFIGURATION OF ALL ROOF TOP EQUIPMENT WITH

ARCHITECT AND MECHANICAL ENGINEER. PROVIDE

STEEL FRAMES FOR SUPPORT OF ROOF TOP

EQUIPMENT AS INDICATED IN DETAIL D2/U-SF511

COORDINATE OPENINGS WITH MECHANICAL AND

ELECTRICAL AND GENERAL CONTRACTORS.

2. ALL ROOF OPENINGS SHALL BE FRAMED AS

INDICATED IN DETAIL D1/U-SF511. FOR ROUND

OPENINGS WHICH ARE LESS THAN 12" DIA. SEE DETAIL

D4/U-SF511.

3. SEE ARCHITECTURAL FOR ROOF SLOPES AND

DRAINS. SEE D3/U-SF511 FOR ROOF DRAIN OPENING

FRAME.

4. SEE DETAIL D5/U-SF511 FOR SUPPORT OF HANGING

MECHANICAL UNITS.
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ROOF FRAMING PLAN NOTES

1. VERIFY SIZE, WEIGHT, LOCATION AND
CONFIGURATION OF ALL ROOF TOP EQUIPMENT WITH
ARCHITECT AND MECHANICAL ENGINEER. PROVIDE
STEEL FRAMES FOR SUPPORT OF ROOF TOP
EQUIPMENT AS INDICATED IN DETAIL D2/U-SF511
COORDINATE OPENINGS WITH MECHANICAL AND
ELECTRICAL AND GENERAL CONTRACTORS.

2. ALL ROOF OPENINGS SHALL BE FRAMED AS
INDICATED IN DETAIL D1/U-SF511. FOR ROUND
OPENINGS WHICH ARE LESS THAN 12" DIA. SEE DETAIL
D4/U-SF511.

3. SEE ARCHITECTURAL FOR ROOF SLOPES AND
DRAINS. SEE D3/U-SF511 FOR ROOF DRAIN OPENING
FRAME.

4. SEE DETAIL D5/U-SF511 FOR SUPPORT OF HANGING
MECHANICAL UNITS.
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Roof
144' - 5"

Level 4 Roof
Framing

136' - 0"

13.5

Catwalk - High
131' - 10"

Catwalk - Low
128' - 10"

Level 3.5 Admin
Roof

126' - 0 5/8"

W8x18

W
8x

18

W8x18 W8x18

STEEL TRUSS 07
HSS4x4x1/4

W8x18

W8x18

H
S

S
6
x6

x1
/4

H
S

S
4
x4

x1
/4

W10x17

Control Room
122' - 3"

U-SF514

D2

-10.8

4.6

-59.1

10.0

-20.0

-3.0

-4.6

17.2

U-SF516

C1

U-SF516

C2

U-SF516

C3

U-SF516

C4

U-SF516

C5

Roof
144' - 5"

Level 4 Roof
Framing

136' - 0"

Catwalk - High
131' - 10"

Catwalk - Low
128' - 10"

Level 3.5 Admin
Roof

126' - 0 5/8"

W16x50

HSS4x4x1/4

H
S

S
4
x4

x1
/4

H
S

S
4x

4x
1/

4

H
S

S
4
x4

x1
/4

HSS4x4
x1

/4

W10x49

H
S

S
6
x6

x1
/4

W10x33

-31.5

3.9

-20.2

18.1

1.7

16.9

-9.1

12.9

-78.2

81.4

-5.5

25.2

-10.0

19.8

0.8

18.7

-23.1

-1.0

-51.5

30.9

HSS3x3x1/4

H
S
S
4x

4x
1/

4

U-SF516

D1

STEL TRUSS NOTES

1.  DESIGN OF CONNECTIONS SHALL BE BY THE

FABRICATOR.  SEE GENERAL STRUCTURAL NOTES.

2.  FACTORED LRFD LOADS

                            MAX, KIPS

   MIN, KIPS

     POSITIVE LOADS ARE COMPRESSION.

     NEGATIVE LOADS ARE TENSION.

Roof
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Level 4 Roof
Framing

136' - 0"

Catwalk - High
131' - 10"

Catwalk - Low
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Level 3.5 Admin
Roof

126' - 0 5/8"

HSS5x5x1/4

HSS8x8x1/4

U-SF506
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OPP

Level 4 Roof
Framing

136' - 0"

Level 3.5 Admin
Roof

126' - 0 5/8"
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H
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S
6
x6

x3
/8

HSS6x6x3/8

HSS6x6x1/4

W8x31

W8x31W8x31

-90.8

9.1

-30.1

-160.0

-70.0
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-19.7
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-20.0
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-115.0

15.8

MARK R.

HARRIS

NO.

#178779

U TA H

L
IC

E
N

S
E

D
C

ER

TIFIED STRUCTURA
L

E
N

G
IN

E
E

R

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

TRUSS FRAMING

ELEVATIONS

U-SF203

28 MAY 2014

12218730

Bid Documents

SCALE:U-SF203  1/4" = 1'-0"

D5 FRAMING ELEVATION

SCALE:U-SF203  1/4" = 1'-0"

D1 TRUSS FRAMING ELEVATION

SCALE:U-SF203  1/4" = 1'-0"

B5 FRAMING ELEVATION
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Roof
144' - 5"

Level 2 - Floor
Framing
118' - 7"

8.88.7

Plaza Level
102' - 9"

Control Room
122' - 3"

CSW-1

CSW-2

1-#5 E.F.
AROUND
DOOR
OPENING,
4 SIDES

CL-1

1-#5 E.F. @ SILLS

T
Y

P

Ld

T
Y

P

Ld

1-#8 E.F.

Tower Roof
148' - 8 1/4"

U-SF507

D2

Roof
144' - 5"

Level 2 - Floor
Framing
118' - 7"

8.8 8.7

Plaza Level
102' - 9"

Control Room
122' - 3"

T
Y

P

Ld

T
Y

P

Ld

CL-1

CL-1

1-#7 E.F

LEAVE CONC OUT OF ROUGH
OPENING & PROVIDE MECH
REBAR SPLICES @ WALL VERT
& HORIZ REINF. PLACE CONC
AFTER ELEVATOR ROUGH IN.

LEAVE CONC OUT OF ROUGH
OPENING & PROVIDE MECH
REBAR SPLICES @ WALL VERT
& HORIZ REINF. PLACE CONC
AFTER ELEVATOR ROUGH IN.

EXTEND CL-1 THE WIDTH
OF THE ELEVATOR
ROUGH OPENING TYP.

1-#7 E.F

1-#5 E.F

5 ' - 0 1 /8"   

ELEV ROUGH
OPENING TYP

Tower Roof
148' - 8 1/4"

12"x12" JAMB COLUMN
W/ 2-#7 E.F. W/ #3 TIES
@ 8" O.C.

CSW-1

CSW-2

U-SF507

D2

OPP

B
SECTION 'B'

B

Roof
144' - 5"

Level 2 - Floor
Framing
118' - 7"

E

Plaza Level
102' - 9"

Control Room
122' - 3"

CSW-1

CSW-1

CL-2

1-#5 E.F.
AROUND
DOOR
OPENING,
4 SIDES

T
Y

P

Ld

T
Y

P

Ld

1-#7 E.F. @ SILL

#3 TIES @ 6" O.C.
TYP. EA SIDE END
OF OPENING

4-#7 (2 E.F.) TYP
EA END

A3

U-SF513

Tower Roof
148' - 8 1/4"

A

SECTION 'A'

CONCRETE SHEAR WALL
ELEVATION NOTES

1.  VERIFY ALL DATUM ELEVATIONS W/
ARCHITECTURAL DRAWINGS.

2.  VERIFY ALL OPENING LOCATIONS AND
DIMENSIONS WITH ARCHITECTURAL.

3.  EXTEND ALL HORIZONTAL LINTEL BARS 'Ld'
SPLICE LENGTH BEYOND EDGES OF OPENINGS.

Sched - CL

CL-1 CL-2

1'
 -

 4
"

2'
 -

 8
"

2-#5 TOP

#3 STIRRUPS
@ 7" O.C.

3-#9 BOT

2-#7 TOP

#4 STIRRUPS
@ 12" O.C.

3-#9 BOT

HORIZ WALL
REINF

HORIZ WALL
REINF

HOOK VERT WALL
REINF IN  LINTEL

HOOK VERT WALL
REINF IN  LINTEL

T

#5 HORZ. W/ STD
HOOK AROUND
REINF. EA. END

#3 TIES @ 8 O.C.
EXTENDING 16" MIN
ABOVE & BELOW
OPENING

SEE MASONRY WALL
SCHEDULE FOR
TYPICAL WALL RINF.
ONLY ADDITIONAL
BARS SHOWN ON THIS
ELEVATION

MC-5

1' - 4"

MAX

2' - 0"MIN
4"

MC-5
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SCALE:U-SF211  1/4" = 1'-0"

A1 CONCRETE SHEAR WALL ELEVATION - 01

SCALE:U-SF211  1/4" = 1'-0"

A3 CONCRETE SHEAR WALL ELEVATION - 02

SCALE:U-SF211  1/4" = 1'-0"

A5 CONCRETE SHEAR WALL ELEVATION - 03

NO SCALEU-SF211

D1 CONCRETE LINTEL DIAGRAMS

SCALE:U-SF211  1/4" = 1'-0"

D5 MASONRY SHEAR WALL ELEVATION

Addendum 04 2014, June 17



TYP FLR-Deck Studs

STEEL
BEAM

HSA

1 STUD PER FLUTE

MIN

4"

STEEL BEAM
(5/16" FLANGE
THICKNESS
MIN)

HSA

MIN

5 1/2"

MIN

3"

STEEL BEAM
(5/16" FLANGE
THICKNESS
MIN)

HSA

MIN

5 1/2"

MIN

3"

M
IN

3"

O
F

 D
E

C
K

B
O

T
T

O
M

O
F

 D
E

C
K

B
O

T
T

O
M

O
F

 D
E

C
K

B
O

T
T

O
M

2 STUDS PER FLUTE 3 STUDS PER FLUTE

MIN
3"

1 ROW OF STUDS

MIN

4"

M
IN

4 
1/

2"

M
IN

4 
1/

2"

MIN

5 1/2"

2 ROW OF STUDS

SECTION VIEW

PLAN VIEW

SECTION VIEW

PLAN VIEW

SECTION VIEW

PLAN VIEWMIN

3"

TYP FLR-Deck Flutes

HSA

CONCRETE OVER
FLOOR DECK

DETAIL AT STEEL  BEAM

STEEL DECK GIRDER
FILLER BY DECK
MANUFACTURER
(WHERE REQ'D)

STEEL BEAM

HSA

AT SKEWED BEAM

5.1/2"x3/16" x
CONT STEEL
PLATE EACH
SIDE

TYP FLR-Housekeeping Pad

HOUSEKEEPING PAD ON CONCRETE
SLAB ON DECK (ALTERNATE)

HOUSEKEEPING PAD

#4 @ 18" O.C.
EACH WAY

CONCRETE OVER
FLOOR DECK

HOUSEKEEPING PAD

#4 @ 18" O.C.
EACH WAY

DRILL & EPOXY #4 DOWEL @
18"O.C. AT PERIMETER & 8'-0"
O.C. EACH WAY AT INTERIOR
OF PAD

#4 DOWEL @ 18"O.C. AT
PERIMETER & 8'-0" O.C.
EACH WAY AT INTERIOR
OF PAD

CURB ON CONCRETE SLAB
ON DECK (ALTERNATE)

1-#4 x CONT
HORIZ REINFCONCRETE

CURB
DRILL & EPOXY #4
DOWEL @ 18" O.C.

CONCRETE
CURB

1-#4 x CONT
HORIZ REINF

#4 DOWEL @
18" O.C.

HOUSEKEEPING PAD ON
CONCRETE SLAB ON DECK

CURB ON CONCRETE
SLAB ON DECK

CONCRETE OVER
FLOOR DECK

SF501/D3

STEEL PURLIN

HSA

CONCRETE OVER
FLOOR DECK

STEEL GIRDER

HSA

#4 x 6'-0" LONG @ 16" O.C.
CENTERED ON GIRDER CONCRETE OVER

FLOOR DECK

DETAIL AT STEEL  PURLIN DETAIL AT STEEL  GIRDER

STEEL BEAM BEYOND
#4 x CONT.

#4 x CONT. MESH
SUPPORT BAR

TYP FLR-Deck Edge Beam

DECK
CLOSURE
PLATE PER
DECK EDGE
SCHEDULE

STEEL BEAM

HSA (WHERE OCCURS)

3@12
NOTE 3

TYPICAL SLAB EDGE DETAIL

CONCRETE OVER FLOOR
DECK (SEE PLANS FOR
DECK ORIENTATION)

1/4" x CONT BENT PLATE
W/1/2"Ø x 24" LONG DBA @ 24"
O.C. W/1" MIN CONC COVER

CONCRETE OVER
FLOOR DECK

STEEL BEAM

BRACED SLAB EDGE PARALLEL TO DECK SPAN

ANGLE BRACE REQ'D THIS
SIDE WHERE BEAM DEPTH
DIFFERENCE (d) > 6"

L2x2x1/4 KICKER
AT EACH HORIZ.
OUTRIGGER

WELD PLATE 4"x1/4"x4"
TYPICAL

d

1
2

3/16
TYP

3/16
TYP

CONCRETE OVER
FLOOR DECK

STEEL BEAM

3'-0" MAX

WELD PLATE 4"x1/4"x4"

3/16
TYP

3/16
TYP

BRACED SLAB EDGE PERPENDICULAR TO DECK SPAN

WELD PLATE EACH END OF
ANGLE BRACE SEE SCHED.

ANGLE BRACE ALIGNED W/
EACH KICKER. SEE SCHED.
FOR SIZE

DECK EDGE SCHEDULE

"A"
THICKNESS

DECK CLOSURE PLATE
REINFORCING

0" TO 6"
1/2" Ø x 18" LONG
DBA @ 24" O.C.

NONE1/4"

UP TO 12" NONE1/4"

UP TO 15" #4 @ 12" O.C.1/4"

UP TO 18" 5/16"

NOTES:
1. CONTRACTOR SHALL VERIFY ALL DECK EDGE DIMENSIONS WITH ARCH.
DRAWINGS PRIOR TO DETAILING AND FABRICATION OF CLOSURE PLATES.
2. COORDINATE CLOSURE ANGLES WITH EMBED BLOCKOUTS OR INSERTS
THAT ARE REQ'D TO SUPPORT CLADDING, ELEVATOR RAILS & SILLS ETC.
3. CLOSURE PLATE WELD THICKNESS SHALL BE THE PLATE THICKNESS
MINUS 1/16" (3/16" MIN)

ANGLE BRACE SCHEDULE

BRACE
LENGTH "L"

ANGLE
BRACE SIZE

UP TO 4'-0" L2x2x1/4

4'-0" TO 8'-0"

8'-0" TO 12'-0"

OVER 12'-0"

NOTE:
1. WHERE DOUBLE ANGLES ARE USED
PROVIDE 3"x3/8" SPACER PLATES AT
THIRD POINTS.

L3x3x1/4

2-L2.1/2x2.1/2x1/4

2-L3x3x1/4

WELD PLATE
SIZE

4"x1/4"x4"

4"x1/4"x4"

4"x3/8"x4"

5"x3/8"x5"

ANCHORS

UP TO 20" 3/8"

OVER 20"

1/2" Ø x 24" LONG
DBA @ 24" O.C.

1/2" Ø x 24" LONG
DBA @ 24" O.C.

1/2" Ø x 24" LONG
DBA @ 24" O.C.

1/2" Ø x 24" LONG
DBA @ 24" O.C.

USE BRACED SLAB EDGE DETAILS

#4 @ 10" O.C.

#4 @ 8" O.C.

L3x3x1/4 HORIZ.
OUTRIGGER SPACED
AT PURLIN SPACING

1/4" x CONT BENT PLATE
W/1/2"Ø x 24" LONG DBA @ 24"
O.C. W/1" MIN CONC COVER

L2x2x1/4 KICKER AT
EACH HORIZ.
OUTRIGGER

L3x3x1/4 HORIZ.
OUTRIGGER @
6'-0" O.C. MAX

#4 x CONT REINF PER SCHEDULE 2"
6"

1 1/2"

"A"

3'-0" MAX

6"

"L"

3' - 0"

TYP FLR-Deck Edge Column

COPE HORIZ LEG OF CONT
BENT PLATE AS REQ'D AT
STEEL COLUMN
LOCATIONS.

STEEL BEAM

CONCRETE OVER
FLOOR DECK

STEEL BEAM (WHERE
OCCURS)

SLAB EDGE AT COLUMN

STEEL BEAM

STEEL BEAM (WHERE
OCCURS)

SLAB EDGE AT COLUMN

CONCRETE OVER
FLOOR DECK

CONCRETE OVER
FLOOR DECK

BRACED SLAB EDGE AT COLUMN

L3x3x1/4
OUTRIGGERS

3/16
TYP

3/16
TYP

STEEL COLUMN COPE HORIZ LEG OF CONT
BENT PLATE AS REQ'D AT
STEEL COLUMN
LOCATIONS.

STEEL COLUMN

3/16
TYP

L3x3x1/4 x COLUMN
WIDTH + 1"

3/16
TYP

SEE BRACED SLAB
EDGE DETAILS

3/16
TYP

STEEL BEAM (WHERE
OCCURS)

STEEL COLUMN

3/16
PL TO COL

MAX

3"
>3"

L4x4x1/4 x COLUMN
WIDTH +1" W/4"x1/4"x4"
WELD PLATE. AT STEEL
TUBE COLUMNS OMIT
ANGLES AND WELD
PLATE DIRECTLY TO
COLUMN

TYP FLR-Deck at Column (Plan)

3/16
TYP

STEEL BEAM

ROOF DRAIN, PIPING OR
CONDUIT. COORDINATE
SIZE AND LOCATIONS
WITH MECH/ELEC DWGS

STEEL BEAM

STEEL BEAM

STEEL BEAM

L3x3x1/4 STEEL ANGLE
SHALL BE INSTALLED
WHERE REQ'D TO
PROVIDE DECK BEARING

2'
 -

 0
" 

T
Y

P
2'

 -
 0

" 
M

A
X

NOTES:
1. UNREINFORCED OPENINGS
A. OPENINGS UP TO 6" DIA. DO
NOT REQUIRE REINFORCING
PROVIDED THEY ARE NOT
SPACED LESS THAN 32" O.C.

2. FORMED OPENINGS
A. LEAVE METAL DECK
INTACT. PLACE REBAR &
FORM OPENING. REMOVE
METAL DECK ONCE
CONCRETE REACHES 2500psi

3. SAW-CUT OPENINGS
A. SHIM GAPS BETWEEN
ANGLE AND BOTTOM FLUTE.
B. INSTALL ANCHORS PER ICC
REPORT.

4. GROUPED OPENINGS
A. OPENINGS SPACED
CLOSER THAN THE MIN
SPACING SHALL BE
REINFORCED AS A SINGLE
OPENING.
B. THE SIZE OF OPENINGS
MEASURED PARALLEL TO THE
DECK FLUTES IS NOT LIMITED.

STEEL BEAM BLW

2-#4 BARS 1" CLR
FROM TOP OF DECK

WEBS OF STEEL
FLOOR DECK

2' - 0" TYP

2-#4 BARS 1" CLR
FROM BOT OF DECK

1"
1"

2'
 -

 0
" 

M
A

X

STEEL BEAM BLW

WEBS OF STEEL
FLOOR DECK

L3x3x3/16 x LENGTH
REQ'D EACH SIDE
BELOW

4"

2 
1/

2"

3-
F

LU
T

E
S

 T
Y

P
IC

A
L

DRILL HOLE AT EACH
CORNER THEN SAW CUT
IN BETWEEN. DO NOT
OVER CUT OPENING

3/8" DIA. SCREW ANCHOR
W/2.1/2" MIN EMBED IN THE
BOTTOM OF EACH FLUTE
(SIMPSON TITEN HD OR HILTI
HUS-EZ)

FORMED OPENING SAW-CUT OPENING

DETAIL "C"

DETAIL "B"

DETAIL "A"

A

DET

B

DET

C

DET

GROUPED OPENINGS

4x
D

1,
 4

xD
2 

O
R

 3
2"

M
IN

 S
P

A
C

IN
G

 T
O

 B
E

 G
R

E
A

T
E

R
 O

F
: 24

" 
M

A
X

D
1

24
" 

M
A

X

D
2

TYP FLR-Misc Openings (W Deck)

TYP FLR-RECESS

STEEL BEAM

PROVIDE 4.1/2" LONG
HEADED STUDS AT
RECESSED AREAS CONCRETE OVER

FLOOR DECKM
A

X
3/

4"

SF501-A5

CONC OVER
FLOOR DECK

L5x3x1/4 x CONT (LLH)

3/16
TYP

HEADED STUDS
PER PLANS

STEEL BEAM
(WHERE OCCURS)

HSS3.1/2"x3.1/2"x3/8"
x CONT

3/16 3@12
TYP

3/16 3@6
TYP
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TYP CONC OVER

STEEL FLOOR

DECK DETAILS

U-SF501

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SF501

C1 TYPICAL STUD PLACEMENT DIAGRAMS

NO SCALEU-SF501

C2

TYPICAL COMPOSITE DECK BEARING DETAIL AT STEEL
BEAM (DECK GIRDER FILLER)

NO SCALEU-SF501

C4 TYPICAL HOUSEKEEPING PAD & CURB DETAILS

NO SCALEU-SF501

D3 TYPICAL COMPOSITE DECK CONTROL JOINTS

NO SCALEU-SF501

B1 TYPICAL CONCRETE OVER STEEL FLOOR DECK SLAB EDGE DETAILS AT STEEL BEAMS

NO SCALEU-SF501

A1 TYPICAL CONCRETE OVER STEEL FLOOR DECK SLAB EDGE DETAILS AT STEEL COLUMNS

NO SCALEU-SF501

A4 TYPICAL DECK BEARING AT STEEL COLUMN (PLAN VIEW)

NO SCALEU-SF501

D1 TYPICAL MISCELLANEOUS FLOOR OPENING REINFORCING DETAIL FOR TYPE 'W' DECK (UP TO 24")

NO SCALEU-SF501

B5 TYPICAL COMPOSITE STEEL BEAM AT SLAB RECESS

Addendum 03 2014, June 10

NO SCALEU-SF501

A5 TYPICAL SLAB DEPRESSION AT BALCONY STAGE



TYP FLR-Step

CONCRETE OVER
STEEL FLOOR DECK

STEEL BEAM

L5x3x1/4 x CONT (LLH)
BTWN BEAMS

3/16 3@12
TYP

HSA

STEEL BEAM
(WHERE OCCURS)

P
LA

N

S
E

E

CONCRETE OVER STEEL
FLOOR DECK

STEEL BEAM

L4x4x1/4 x CONT

3/16 3@12
TYP

HSA

P
LA

N

S
E

E

12" MAX 12" MAX

STEEL BEAM
(WHERE OCCURS)

TYP FLR-Elev Guide Rail Column

WELD PLATE: 4"x1/4"x4"

L3x3x1/4 BRACE

L4x8x3/8 (LLV) BENT
PLATE EACH SIDE OF
COLUMN

3/4"Ø A325 THRU BOLTS.
INSTALL FINGER TIGHT &
SCORE THREADS

2" LONG SLOTTED HOLE
IN ELEVATOR GUIDE
RAIL SUPPORT COLUMN

STEEL BASE PLATE:
COL WIDTH  x 1/2" THICK x
COL  DEPTH + 6", W/ 2-3/4"Ø
EXPANSION ANCHORS W/
4.1/2" MIN EMBED

GUIDE RAIL BRACKETS
BY ELEVATOR SUPPLIER

ELEVATOR GUIDERAIL
SUPPORT COLUMN

CONCRETE OVER
FLOOR DECK

HSA

STEEL BEAM

GUIDE RAIL SUPPORT COLUMN AT BEAM GUIDE RAIL SUPPORT COLUMN AT FLOOR SLAB

3/16
TYP

3/16
TYP L4x8x3/8 (LLV) BENT

PLATE EACH SIDE OF
COLUMN

3/4"Ø A325 THRU BOLTS.
INSTALL FINGER TIGHT &
SCORE THREADS

2" LONG SLOTTED HOLE
IN ELEVATOR GUIDE
RAIL SUPPORT COLUMN

STEEL BASE PLATE:
COL WIDTH  x 1/2" THICK x
COL  DEPTH + 6", W/ 2-3/4"Ø
EXPANSION ANCHORS W/
4.1/2" MIN EMBED

GUIDE RAIL BRACKETS
BY ELEVATOR SUPPLIER

ELEVATOR GUIDERAIL
SUPPORT COLUMN

CONCRETE OVER
FLOOR DECK

HSA

STEEL BEAM3/16
TYP

STEEL BEAM

CONC OVER
FLOOR DECK

STEEL TUBE HANGER

COPE HORIZ LEG OF
STEEL BENT PLATE
TO FIT AROUND
HANGER

U-SF601

D1

U-SF501

B1

SF502-A5

SCHEDULED WALL
REINF.

CLR.
2"

#4 DOWEL @ 16" O.C. W/
4-#4 x CONT.

24"

60"

U-SF503

D1

SF502-A3

#4 DOWEL @ 16" O.C.
W/ 4-#4 x CONT.

24"

24"

CONC. OVER FLOOR
DECK

CONC. WALL

CONC. WALL

CONC. SLAB ON GRADE

THICKENED SLAB
FOOTING

#4 X 4'-0" @ 16" O.C.

SF502-A1

BLOCKOUT CONC.
OVER DECK POUR TO
MAINTAIN 3.1/2" MIN.
RAMP SLAB THICKNESS

STEEL BEAM

CONC. WALL

0.9 PCF DENSITY EXPANDED
POLYSTYRENE FOAM

SF502-B5

5" CONC. W/ #4 @ 16"
O.C. E.W.

0.9 PCF DENSITY
EXPANDED
POLYSTYRENE FOAM

5" WALL W/
#4 @ 16"
O.C. E.W.

1" CHAMFER

EPOXY
VERTS. W/ 3"
EMBED.

SF502-B4

1/4 3

1/4

L3x3x3/8 x 1'-0" EA. SIDE

TUBE STEEL BEAM

BLOCKOUT CONC. SLAB
AS REQ'D.

SF502-B3

5/16

5 BOLT CONNECTION
PER D1/U-SF601.

STIFFENER EA. SIDE

HSS3x3x1/4 POST

STEEL BEAM

CONC. OVER FLOOR
DECK

NON-TYP FLR-Step

CONCRETE OVER
STEEL FLOOR DECK

STEEL BEAM

HSA

STEEL BEAM
(WHERE OCCURS)

(2)L4x4x1/4 x CONT
SPLICE AT BEAM

3/16 3@12
TYP

STEEL BEAM
(WHERE OCCURS)

3/8" x 5" WIDE STEEL
PLATE SLOTTED TO FIT
AROUND BEAM WEB

3/16
TYP

1' - 0"

WEB PLATE CONNECTION
AS PER /U-SF601D1
3 BOLTS @ W18
4 BOLTS @ W21
5 BOLTS @ W24
6 BOLTS @ W27

1/4
TYP

Detail Name

MASONRY LINTEL

1/2" DIA x 24" DBA EACH
MASONRY COURSE FULL
DEPTH OF LINTEL

CONCRETE OVER
FLOOR DECK

MASONRY WALL

STEEL BEAM

U-SF601

D1

L3x3x3/8" x 8" LONG @ 8" O.C.
FULL DEPTH OF MASONRY
LINTEL

5/16
TYP

STEEL COLUMN

6"

#5 @ 18" O.C.
CROSSWISE

#5 @ 6" O.C.

3/4" ELASTOMERIC
BEARING PAD

1 1/2"
CLEAR

6" SLAB REINF. W/ #4
@ 18" O.C. E.W.- 2"
CLR FROM T.O. SLAB

MINI-PLAN VIEW

1/4" COMPRESSIBLE MATERIAL
BTWN STAIR & WALLS

24"

24"

#4 DOWEL @
18" O.C.

BEARING
2"

(3) #4X10'-0"

FLOOR FINISH
SEE ARCH

#5 X 6'-0" DOWELS
@ 12" O.C.

#5 @ 18" O.C.

#5 @ 6" O.C.

1
1/2

"
 1 1/2"

CLEAR

6"

ROUGHEN TO 1/4"
MIN AMPLITUDE AT
CONST JOINT

3/4" X 5" HSA @
12" O.C.

SB2CW112

CONCRETE WALL

EMBED WELD PLATE:
8"x1/2"x4" W/2-3/4"Ø x5"
LONG HSA @ 24"O.C.

DECK BRG ANGLE:
L5x3x1/4 x CONT (LLH)

CONCRETE OVER
FLOOR DECK

CONSTRUCTION JOINT AT
CONTRACTOR'S OPTION,
INTENTIONALLY ROUGHEN
JOINT TO 1/4" AMPLITUDE

1/4
TYP

SB2CW113

CONCRETE WALL

EMBED WELD PLATE:
8"x1/2"x4" W/2-3/4"Ø x5"
LONG HSA @ 24"O.C.

DECK BRG ANGLE:
L3x3x1/4 x CONT

CONSTRUCTION JOINT AT
CONTRACTOR'S OPTION,
INTENTIONALLY ROUGHEN
JOINT TO 1/4" AMPLITUDE

CONCRETE OVER
FLOOR DECK

1/4
TYP(2)L4x4x1/4 x CONT

SPLICE AT BEAM

3/16 3@12
TYP

STEEL BEAM
PLATE TO MATCH BEAM
FLANGE SLOTTED TO FIT
AROUND BEAM WEB

3/16
TYP

1' - 3"

1/4
TYP

CONCRETE OVER
STEEL FLOOR DECK

MARK R.
HARRIS

NO.
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date:

DFCM project no:

Revisions

FLOOR FRAMING
DETAILS

U-SF502

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SF502

D4 TYPICAL DETAIL AT STEP IN COMPOSITE FLOOR DECK

NO SCALEU-SF502

D2 TYPICAL ELEVATOR GUIDE RAIL SUPPORT COLUMN CONNECTIONS

NO SCALEU-SF502

D1 STEEL TUBE HANGER AT STEEL BEAM - EDGE DETAIL

NO SCALEU-SF502

A5 SLAB ON GRADE TO CONCRETE WALL STEP

NO SCALEU-SF502

A3 SLAB ON GRADE TO CONCRETE WALL STEP

NO SCALEU-SF502

A1 CONCRETE RAMP OVER METAL DECK

NO SCALEU-SF502

B5 RAISED CONCRETE PLATFORM

NO SCALEU-SF502

B4 STEEL BEAM TO STEEL BEAM CONNECTION

NO SCALEU-SF502

B3 STEEL BEAM TO STEEL POST ON STEEL BEAM

NO SCALEU-SF502

C5

TYPICAL DETAIL AT OFFSET STEP IN COMPOSITE FLOOR
DECK

NO SCALEU-SF502

C4 TYPICAL MASONRY LINTEL TO STEEL COLUMN

NO SCALEU-SF502

B1 STAIR TO SLAB ON GRADE

NO SCALEU-SF502

B2 CONCRETE DECK TO STAIR

NO SCALEU-SF502

C3

TYPICAL COMPOSITE FLOOR DECK BEARING AT
CONCRETE WALL

NO SCALEU-SF502

C2

TYPICAL COMPOSITE FLOOR DECK BEARING AT
CONCRETE WALL

NO SCALEU-SF502

C1 DETAIL AT OFFSET STEP IN STEEL FLOOR BEAM

Addendum 04 2014, June 17



CONCRETE OVER
FLOOR DECK

2-#4 x 4'-0" LONG CONT
AT BEAM BEARING

STEEL BEAM BEARING AT

MASONRY WALL FACE - TWO SIDES

STEEL BEAM BEARING AT

MASONRY WALL FACE - ONE SIDE

MASONRY WALL

STEEL BEAM

VERT MASONRY
WALL REINF

1-#5 x CONT. AT
DECK BEARING

FOR BTWN BEAM
CONDITION SEE TYPICAL
FLOOR DECK BEARING AT
MASONRY WALL DETAIL

CONCRETE OVER
FLOOR DECK

MASONRY WALL

STEEL BEAM

SEE TYPICAL EMBED
CHANNEL CONNECTION
SCHEDULE

VERT MASONRY
WALL REINF1-#5 x CONT. AT

DECK BEARING

FOR BTWN BEAM
CONDITION SEE TYPICAL
FLOOR DECK BEARING AT
MASONRY WALL DETAIL

SEE TYPICAL EMBED
CHANNEL CONNECTION
SCHEDULE

CONCRETE OVER
FLOOR DECK

STEEL BEAM BEARING AT MASONRY

WALL COLUMN - TWO SIDES

STEEL BEAM BEARING AT MASONRY

COLUMN FACE - ONE SIDE

STEEL BEAM

VERT MASONRY
WALL REINF

1-#5 x CONT. AT
DECK BEARING

FOR BTWN BEAM
CONDITION SEE TYPICAL
FLOOR DECK BEARING AT
MASONRY WALL DETAIL

CONCRETE OVER
FLOOR DECK

MASONRY  COLUMN

STEEL BEAM

SEE TYPICAL EMBED
CHANNEL CONNECTION
SCHEDULE

VERT MASONRY
WALL REINF1-#5 x CONT. AT

DECK BEARING

FOR BTWN BEAM
CONDITION SEE TYPICAL
FLOOR DECK BEARING AT
MASONRY WALL DETAIL

SEE TYPICAL EMBED
CHANNEL CONNECTION
SCHEDULE

MASONRY  COLUMN OR SOLID
GROUTED MASONRY WALL

2-#4 x 4'-0" LONG CONT
AT BEAM BEARING

2-#4 x 4'-0" LONG CONT
AT BEAM BEARING

2-#4 x 4'-0" LONG CONT
AT BEAM BEARING

3/16
TYP

3/16
TYP

3/16
TYP

3/16
TYP

Detail Name

CONCRETE OVER
FLOOR DECK

MASONRY WALL

CONCRETE OVER
FLOOR DECK

MASONRY WALL

STEEL EMBED PLATE:
8"x1/2"x4" W/ 2-3/4"Ø x
5" HSA @ 24" O.C.

STEEL EMBED PLATE:
8"x1/2"x4" W/ 2-3/4"Ø x
5" HSA @ 24" O.C.

2-#4 CONT AT
DECK BEARING

2-#4 CONT AT
DECK BEARING

DECK BEARING PARALLEL
USE: L5x3x1/4 CONT (LLH)

DECK BEARING
PERPENDICULAR  USE:
L3x3x1/4 CONT

3/16
TYP

3/16
TYP

DECK BEARING PARALLEL
USE: L5x3x1/4 CONT (LLH)

DECK BEARING
PERPENDICULAR  USE:
L3x3x1/4 CONT

DECK BEARING AT MASONRY

WALL FACE - BOTH SIDES

DECK BEARING AT MASONRY

WALL FACE - ONE SIDE

CONCRETE OVER
FLOOR DECK

2-#4 CONT AT
BEAM BEARING EA
SIDE OF HSA

STEEL BEAM BEARING ON

MASONRY WALL - ONE SIDE

STEEL BEAM BEARING ON

MASONRY WALL - AT DROP-IN

GROUT BEAM POCKET
SOLID AFTER BEAM HAS
BEEN INSTALLED

MASONRY WALL

STEEL BEAM

WEB STIFFENER
EACH SIDE

BEAM BRG PLATE: UP TO
W18: 6"x3/4"x10"
W21 & DEEPER: 6"x1.1/4"x17"
W/2-3/4" DIA x 8" HSA

VERT MASONRY
WALL REINF

1-#5 x CONT. AT
DECK BEARING

FOR BTWN BEAM
CONDITION SEE TYPICAL
FLOOR DECK BEARING AT
MASONRY WALL DETAIL

CONCRETE OVER
FLOOR DECK

2-#4 CONT AT
BEAM BEARING EA
SIDE OF HSA

GROUT BEAM POCKET
SOLID AFTER BEAM HAS
BEEN INSTALLED

MASONRY WALL

STEEL BEAMWEB STIFFENER
EACH SIDE

BEAM BRG PLATE:
7.1/2"x3/4"x10" W/2-
3/4" DIA x 8" HSA

VERT MASONRY
WALL REINF1-#5 x CONT. AT

DECK BEARING

FOR BTWN BEAM
CONDITION SEE TYPICAL
FLOOR DECK BEARING AT
MASONRY WALL DETAIL

1/4 4
TYP

1/4 4
TYPSINGLE PLATE

CONNECTION

3/16
TYP 3/16

TYP

CONCRETE OVER
FLOOR DECK

2-#4 CONT AT
BEAM BEARING EA
SIDE OF HSA

STEEL BEAM BEARING ON

MASONRY WALL - ONE SIDE

STEEL BEAM BEARING ON

MASONRY WALL - AT DROP-IN

GROUT BEAM POCKET
SOLID AFTER BEAM HAS
BEEN INSTALLED

MASONRY WALL

STEEL BEAM

WEB STIFFENER
EACH SIDE

BEAM BRG PLATE: UP TO
W18: 6"x3/4"x10"
W21 & DEEPER:
6"x1.1/4"x17"
W/2-3/4" DIA x 8" HSA

FOR BTWN BEAM
CONDITION SEE TYPICAL
FLOOR DECK BEARING AT
MASONRY WALL DETAIL

CONCRETE OVER
FLOOR DECK

2-#4 CONT AT
BEAM BEARING EA
SIDE OF HSA

GROUT BEAM POCKET
SOLID AFTER BEAM HAS
BEEN INSTALLED

STEEL BEAMWEB STIFFENER
EACH SIDE

BEAM BRG PLATE:
7.1/2"x3/4"x10" W/2-
3/4" DIA x 8" HSA

FOR BTWN BEAM
CONDITION SEE TYPICAL
FLOOR DECK BEARING AT
MASONRY WALL DETAIL

1/4 4
TYP

1/4 4
TYP

3/16
TYP

SINGLE PLATE
CONNECTION

STEEL BEAM BEARING ON

MASONRY WALL - AT CANT'LVR

CONCRETE OVER
FLOOR DECK

2-#4 CONT AT
BEAM BEARING EA
SIDE OF HSA

GROUT BEAM POCKET
SOLID AFTER BEAM HAS
BEEN INSTALLED

STEEL BEAMWEB STIFFENER
EACH SIDE

BEAM BRG PLATE:
7.1/2"x3/4"x10" W/2-
3/4" DIA x 8" HSA

FOR BTWN BEAM
CONDITION SEE TYPICAL
FLOOR DECK BEARING AT
MASONRY WALL DETAIL

1/4 4
TYP

CONCRETE OVER
FLOOR DECK

CONCRETE OVER
FLOOR DECK

MASONRY WALLMASONRY WALL

DECK BEARING PLATE:
5"x3/8"xCONT W/ 3/4"Ø x
6" HSA @ 16" O.C.

DECK BEARING PLATE:
5"x3/8"xCONT W/ 3/4"Ø x
6" HSA @ 16" O.C.

1/4" CONT STEEL BENT
PLATE W/ 1/2"Ø x 24" DBA
@ 24" O.C. W/ 1" COVER

2-#4 CONT AT
DECK BEARING EA
SIDE OF HSA

2-#4 CONT AT
DECK BEARING EA
SIDE OF HSA

DECK BEARING ON

MASONRY WALL - ONE SIDE

DECK BEARING ON MASONRY

WALL - BOTH SIDES

3/16 3@12
TYP

Detail Name

CONCRETE OVER
FLOOR DECK

CONCRETE WALL

STEEL EMBED PLATE:
8"x1/2"x4" W/ 2-3/4"Ø x
5" HSA @ 24" O.C.

DECK BEARING PARALLEL
USE: L5x3x1/4 CONT (LLH)

DECK BEARING
PERPENDICULAR  USE:
L3x3x1/4 CONT

3/16
TYP

DOWELS TO MATCH
VERT WALL REINF

CONCRETE OVER
FLOOR DECK

STEEL BEAM

SEE TYPICAL EMBED
CHANNEL CONNECTION
SCHEDULE

CONCRETE WALL

DOWELS TO MATCH
VERT WALL REINF

MASONRY WALL

U-SF503

D1 BETWEEN
BEAMS

CONCRETE OVER
FLOOR DECK

STEEL BEAM

SEE TYPICAL EMBED
CHANNEL CONNECTION
SCHEDULE

CONCRETE WALL

DOWELS TO MATCH
VERT WALL REINF

MASONRY WALL

U-SF503

D1 BETWEEN
BEAMS

VERT WALL REINF

CONC SLAB
ON GRADE

SF503-B5

SCHEDULED WALL
REINF.

(2) #5 TRIM BARS ABOVE
& BELOW OPENING
EXTEND 4'-0" BEYOND
OPENING OR HOOK INTO
INTERSECTING WALL

1
1

3/8
"

 

SEE MECHANICAL

CONCRETE WALL

STEEL BEAM

CONCRETE OVER
FLOOR DECK

U-SF601

B4

BEAM BRACKET BY
OTHERS

#4 DOWELS @ 12" O.C.

8"

(4) #4 X CONT. 3/16

1

1

SF503-A4 WOOD FIN 01

WOOD COLUMN

FULL HEIGHT STIFFENER
PLATE EACH SIDE

HSS4x4x3/16 AT
EACH WOOD
COLUMN

3/8"x6" STEEL
PLATE

STEEL BEAM

U-SF515

A3
1/4

TYP

SF503-A5 COLUMN PLAN

C
O

N
TR

O
L 

JO
IN

T

1/
2"

MASONRY WALL

STEEL COLUMN

MASONRY COLUMN

1/2"Ø x 24" LONG DBA
@ 48" O.C. EACH SIDE
(BEND AS REQ'D)

MARK R.
HARRIS

NO.
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DFCM project no:

Revisions

FLOOR FRAMING
DETAILS

U-SF503

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SF503

C2 TYPICAL STEEL BEAM BEARING AT MASONRY WALL FACE W/ WALL CONTINUING

NO SCALEU-SF503

D2 TYPICAL FLOOR DECK BEARING AT MASONRY WALL

NO SCALEU-SF503

A2 TYPICAL STEEL BEAM BEARING AT MASONRY WALL W/ WALL CONTINUING

NO SCALEU-SF503

B2 TYPICAL STEEL BEAM BEARING AT MASONRY WALL

NO SCALEU-SF503

D4 TYPICAL FLOOR DECK BEARING AT MASONRY WALL

NO SCALEU-SF503

D1

TYPICAL FLOOR DECK BEARING AT CONCRETE WALL W/
MASONRY WALL ABOVE

NO SCALEU-SF503

C1

TYPICAL STEEL BEAM BEARING AT CONCRETE WALL FACE
W/ MASONRY WALL ABOVE

NO SCALEU-SF503

B1

TYPICAL STEEL BEAM BEARING AT CONCRETE WALL FACE
W/ MASONRY WALL ABOVE

NO SCALEU-SF503

B5 MECHANICAL OPENING

NO SCALEU-SF503

A1

TYPICAL COMPOSITE STEEL BEAM BEARING AT CONCRETE
WALL

Addendum 04 2014, June 17

Addendum 05 2014, June 20

NO SCALEU-SF503

A4 TYPICAL WOOD FIN AT SLAB EDGE

NO SCALEU-SF503

A5 STEEL COLUMN IN MASORY WALL



Detail Name

TYP

5"

T
Y

P

4"

W8x28

STEEL TUBE
EDGE BEAM

(2)L4x3x3/8x6" W/ 2-3/4" DIA A325N
BOLTS. USE EQUIVALENT BENT
PLATE AT SKEWED CONNECTIONS

CONCRETE TOPPING OVER
WATERPROOF MEMBRANE.
SEE ARCH

6 
1/

2"

1/4 3SIDES
TYP

CONCRETE OVER
METAL DECK. DECK
MAY SLOPE

STEEL COLUMN

STEEL CAP PLATE:
1" SCP-1

1/4
TYP

DECK BEARING ANGLE:
L4x4x1/4xCONT

(2) ROWS 3/4" DIA x 5"
LONG HSA @ 18" O.C.
TYP

WT5x16.5 x 8" LONG
BEAM SEAT

(2) 3/4" DIA A325N
BOLTS EA BEAM
END

(2) 3/4" DIA REDUCED
BASE STUD EA BEAM
END. TYP @ WT

U-SF601

D1

STEEL BEAM. TYP

STEEL RAKER BEAM (BENT)

1/4
TYP

1/4
TYP

CJP

CJP

1/4

STEEL PLATE TO MATCH
RAKER BEAM FLANGE

CJP

3/16 3@12
TYP

3/16
TYP

PROVIDE L5x3x1/4 (LLH) WHERE
DECK CHANGES DIRECTION.
COPE VERT LEG AS REQUIRED

3/16
TYP

#4 'Z' BARS @ 18" O.C. W/ 5-#4 x
CONT. TYP.

U-SF504

B2

STEEL BEAM

CONCRETE WALL

NEW SKETCH A

2-C8x18.75x12" LONG W/
4-5/8"Ø x 24" LONG DBA,
CENTERED ON CHANNELS

10"x3/8"x5" STEEL PLATE
W/ 2 ERECTION BOLTS

1/4
3 SIDES

1/4

LINE OF CONC WALL
BEYOND

C8x18.75 x 12" LONG W/
2-5/8"Ø x 24" LONG DBA

4-#5 x CONT TO MATCH
DBA SPACING

MITER CHANNELS AT
CORNER

STEEL BEAM

CONCRETE WALL

NEW SKETCH B

C8x18.75x12" LONG W/
2-5/8"Ø x 24" LONG DBA,
CENTERED ON CHANNELS

6"x3/8"x4" STEEL PLATE
W/ 2 ERECTION BOLTS

1/4
3 SIDES

1/4

LINE OF CONC WALL
BEYOND

C8x18.75 x 12" LONG W/
2-5/8"Ø x 24" LONG DBA

2-#5 x CONT TO MATCH
DBA SPACING

MITER CHANNELS AT
CORNER

8"x3/8"x5" STEEL PLATE
W/2 ERECTION BOLTS AT
W12 BEAM BEYOND

MASONRY WALL

STEEL BEAM

NEW SKETCH C

U-SF512

C3

MASONRY LINTEL

STEEL BEAM

NEW SKETCH C

1-#4 x 4'-0" LONG

U-SF601

B4

3/16

ORD-CON-TS-02

STEEL TUBE
BRACE

3/8" STEEL
GUSSET PLATE

STEEL BEAM

1/4" BEAM WEB STIFFENER
PLATE EACH SIDE

5/16

5/16 6

ORD-CON-TS-14

STEEL BEAM

STEEL COLUMN

STEEL TUBE
BRACE

3/8" STEEL
GUSSET PLATE

5/16 5/16 6

3/8X4X6 W/ (2)
ERECTION BOLTS

5/16
3-SIDES

1"

5/16

SB1MW115

CONCRETE WALL

L5x5x5/16 x CONT.
W/ 5/8"Ø X 30"
DBA'S @ 12" O.C.

SLAB REINF. -
SEE PLAN

EMBED PLATE:
8"x1/2"x4” W/ (2) 3/4 x 5"
HSA @ 24" O.C.

1/4

CSS-CW-10-8"

#4 X 2'-0" DOWEL @
18" O.C.- EPOXY W.
5" EMBED

CONCRETE WALL

ROUGHEN TO 1/4"
AMPLITUDE

6" CONC. S.O.G. W/
#4 @ 18" O.C. EW

PRECAST LANDING,
SEE ARCH

STEEL TUBE
STRINGER

STEEL TUBE
STRINGER

STEEL COLUMN

STEEL TUBE BEAM

1/4
TYP

1/4
TYP

1/4

PRECAST TREADS,
SEE ARCH

PRECAST LANDING,
SEE ARCH

3/16" BENT PL x 6"
WIDE, TYP. SEE
ARCH.

STEEL TUBE
STRINGER

1/4
3 SIDES

STEEL TUBE

3/16

CJP

3/16
3-SIDES

L3.1/2x3.1/2x5/16 x 0'-
6" W/ 2-7/8" DIA A325

CONCRETE OVER
FLOOR DECKBROKEN BACK STEEL

TUBE STRINGER

STEEL BEAM

5"

3/16 3@12

5"x3/4"x5" STEEL PLATE

1/4" BENT PLATE- COPE
HORIZ. LEG TO FIT
AROUND HANDRAIL POSTS

1/2"Ø X 24" DBA
@ 18" O.C.

METAL GRATING W/
1/8" X 1" BEARING BARS
@ 1-3/16" O.C.

HSS 2 1/2" X 2 1/2" X
3/16" @ 4'-9" O.C. MAX

SB2MMT10

U-SF516

D4

SB-MMT-TS-08

ROOF DECK

STEEL COLUMN

1/2"

MC 6 X 12 @
CURTAINWALL

3/16 2

L3X3X1/4 DECK BRG
ANGLE

L 3 1/2 X 3 1/2 5/16 X 0'-9"
W/ (3) 7/8"Ø A325

1/4

1" RETURN
AT TOP
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DFCM project no:

Revisions

FLOOR FRAMING
DETAILS

U-SF504

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SF504

D1 TYPICAL BENT RAKER BEAM & SLABS AT STEPPED SEATING

NO SCALEU-SF504

D5 TYPICAL DRAG STRUT CONNECTION TO CONCRETE WALL

NO SCALEU-SF504

C5 TYPICAL DRAG STRUT CONNECTION TO CONCRETE WALL

NO SCALEU-SF504

B5 LIGHT DRAG STRUT TO MASONRY WALL

NO SCALEU-SF504

A5 STEEL BEAM TO MASONRY LINTEL

Addendum 03 2014, June 10

Addendum 04 2014, June 17

Addendum 05 2014, June 20

NO SCALEU-SF504

D4 TYPICAL BRACED FRAME DETAIL

NO SCALEU-SF504

C4 TYPICAL BRACED FRAME DETAIL

NO SCALEU-SF504

B4 LEDGER CONNECTION @ REINF. SLAB

NO SCALEU-SF504

A4

CONCRETE STAIR LANDING SLAB ON GRADE AT
CONCRETE WALL

NO SCALEU-SF504

A3 STEEL TUBE BEAM CONNECTION TO STEEL COLUMN

NO SCALEU-SF504

B3

STEEL TUBE STRINGER CONNECTION TO STEEL TUBE
STRINGER

NO SCALEU-SF504

A2 STRINGER CONNECTION TO FLOOR BEAM

NO SCALEU-SF504

B2 TYPICAL STEEL TUBE CONNECTION

NO SCALEU-SF504

A1 TYPICAL BEAM BOTTOM FLANGE BRACING DETAIL

NO SCALEU-SF504

B1

STEEL BEAM & CHANNEL CONNECTION TO STEEL COLUMN
AT CANOPY



SF506-D1 SK-A

STEEL COLUMN

STEEL CHANNELSTEEL DECK BEYOND

U-SF601

D1

SF506-D2 SK-B

STEEL COLUMN

STEEL TUBE BEAM

STEEL DECK BEYOND

U-SF601

D1

WT4x7.5 TYPICAL

STEEL KICK PLATE

1/4" CLOSURE PLATE

STEEL TUBE BEAM

3/16
P.P. TYP

SF506-D3 SK-C

ROOF DECK

STEEL TUBE BEAM

STEEL TUBE BEAM

3/16
TYP

3/16 3
TYP

TYP

3/16 3@12
TYP

L5x3x1/4 x CONT

SF506-D4 SK-D

STEEL COLUMN

STEEL TUBE BEAM3/16
TYP

3/16
TYP

SF506-D5 SK-E

HAND RAIL POST
SEE ARCH.

1/2" PLYWOOD OVER
1.1/2" ROOF DECK

L3x3x1/4 x CONT

STEEL TUBE
BEAM

1/4" x CONT BENT
PLATE TOE KICK

3/16 3/12
TYP

SF506-C1 SK-F

STEEL TUBE BEAM

1/2" PLYWOOD OVER
STEEL DECK

U-SF601

D1

WT5x7.5 TYPICAL COPE
STEM AT FLANGES

STEEL KICK PLATE
BEYOND

STEEL TRUSS BOTTOM
CHORD

3/16
P.P. TYP

SF506-C2 SK-G

STEEL TUBE
BEAM

1/2" PLYWOOD OVER
STEEL DECK

STEEL KICK PLATE

STEEL TRUSS BOTTOM
CHORD

WT4x7.5 U-SF601

D1

2 BOLTS

U-SF506

C1

SF506-C3 SK-H

STEEL TUBE BEAM

STEEL TUBE BEAM

3/16
P.P. TYP

SF506-C5 SK-J

HAND RAIL POST
SEE ARCH.

1/2" PLYWOOD OVER
1.1/2" ROOF DECK

L3x3x1/4 x CONT

STEEL CHANNEL

3/16 3/12
TYPHSS4x4x1/4 @ MID-SPAN

WHERE OCCURS. SEE
PLAN

3/16
TYP

FULL HEIGHT WEB
STIFFENER AT TUBE
TYPICAL

SF506-B1 SK-K

STEEL TUBE BEAM

U-SF601

D1

9"x3/8"x10" LONG STEEL
PLATE SLOT THRU TUBE

STEEL TRUSS WEB
MEMBER

STEEL TRUSS BOTTOM
CHORD

1/4 6
TYP

STEEL COLUMN

STEEL CAP PLATE SCP-1

1/4
TYP

SF506-B2 SK-L

STEEL TUBE BEAM

U-SF601

D1

9"x3/8"x10" LONG STEEL
PLATE SLOT THRU TUBE

STEEL TRUSS WEB
MEMBER

STEEL TRUSS BOTTOM
CHORD

1/4 6
TYP

STEEL COLUMN

STEEL CAP PLATE SCP-1

1/4
TYP

BEAM WEB STIFFENER
PLATE

SF506-B3 SK-M

STEEL TUBE BEAM

U-SF601

D1

1/2" STEEL
GUSSET PLATE

STEEL TRUSS WEB
MEMBER

STEEL TRUSS BOTTOM
CHORD

1/4 6
TYP

STEEL COLUMN

STEEL CAP PLATE SCP-1

1/4
TYP

BEAM WEB STIFFENER
PLATE

SIMILAR, 1/2"
THICK PLATE

STEEL TUBE
BRACE

1/4 6
TYP

SF506-B4 SK-O

STEEL CHANNEL
4"x1/2"x3" STEEL
BEARING PLATE

3/16
TYP

BEAM WEB STIFFENER
PLATE EACH SIDE

3/16 2
TYP

STEEL BEAM

BEAM WEB STIFFENER

SF506-C4 SK-N

STEEL TUBE BEAM

STEEL DECK

STEEL TUBE BEAM3/16
EA. SIDE

TYP

SF506-B5 SK-P

1/2" PLYWOOD OVER
1.1/2" ROOF DECK

L3x3x1/4 x CONT

STEEL CHANNEL

HSS4x4x1/4 CENTER ON
CHANNEL CONNECTION

3/16
TYP

3"

SF506-A5 SK-P.1

1/2" PLYWOOD OVER
1.1/2" ROOF DECK

L3x3x1/4 x CONT

STEEL CHANNEL

HSS4x4x1/4 CENTER ON
CHANNEL CONNECTION

3/16
TYP

1' - 0"

1/2" THICK STEEL PLATE
EXTEND 12" MIN. BEYOND
EDGE OF BLOCK-OUT

BLOCK-OUT AT CATWALK
INTERSECTIONS

4"

5/16

5/16

5/16

SF506-A4 SK-Q

STEEL CHANNEL

CJP TYP

STEEL BEAM

U-SF506

B4

SF506-A3 SK-R

STEEL CHANNEL

BEAM WEB STIFFENER
PLATE EACH SIDE

STEEL BEAM

U-SF506

B4

STEEL TUBE BEAM

3/16 2

SF506-A2 SK-S

STEEL CHANNEL

PLYWOOD OVER
STEEL DECK

STEEL TUBE BEAM
U-SF601

D1

U-SF506

D5

SF506-A1 SK-S.1

STEEL DECK

PLYWOOD OVER
STEEL DECK

STEEL TUBE BEAM

U-SF506

D5

L3x3x1/4 x CONT

3/16 3@12
TYP
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date:

DFCM project no:

Revisions

TYPICAL CATWALK

FRAMING DETAILS

U-SF506

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SF506

D1

TYPICAL STEEL CHANNEL CONNECTION TO STEEL
COLUMN

NO SCALEU-SF506

D2

TYPICAL STEEL TUBE BEAM CONNECTION TO STEEL
COLUMN

NO SCALEU-SF506

D3 TYPICAL STEEL TUBE BEAM CONNECTION AT ROOF EDGE

NO SCALEU-SF506

D4

TYPICAL STEEL TUBE BEAM CONNECTION TO STEEL
COLUMN

NO SCALEU-SF506

D5 TYPICAL CATWALK SECTION

NO SCALEU-SF506

C1

TYPICAL STEEL TUBE BEAM CONNECTION TO STEEL
TRUSS BOTTOM CHORD

NO SCALEU-SF506

C2

TYPICAL STEEL TUBE BEAM CONNECTION TO STEEL
TRUSS BOTTOM CHORD

NO SCALEU-SF506

C3 TYPICAL STEEL TUBE BEAM CONNECTION

NO SCALEU-SF506

C5 TYPICAL CATWALK SECTION

NO SCALEU-SF506

B1

TYPICAL STEEL TRUSS BOTTOM CHORD BEARING AT
STEEL COLUMN

NO SCALEU-SF506

B2

TYPICAL STEEL TRUSS BOTTOM CHORD BEARING AT
STEEL COLUMN

NO SCALEU-SF506

B3

TYPICAL STEEL TRUSS BOTTOM CHORD BEARING AT
STEEL COLUMN W/ STEEL BRACE

NO SCALEU-SF506

B4 TYPICAL STEEL CHANNEL BEARING AT STEEL BEAM

NO SCALEU-SF506

C4

TYPICAL CANTILEVERED STEEL TUBE BEAM CONNECTION
TO STEEL TUBE BEAM

NO SCALEU-SF506

B5 TYPICAL CATWALK SECTION

NO SCALEU-SF506

A5 TYPICAL CATWALK SECTION

NO SCALEU-SF506

A4

STEEL CHANNEL CANTILEVER CONNECTION AT STEEL
BEAM

NO SCALEU-SF506

A3

TYPICAL STEEL CHANNEL & STEEL TUBE BEARING AT
STEEL BEAM

NO SCALEU-SF506

A2 STEEL CHANNEL CONNECTION TO STEEL TUBE BEAM

NO SCALEU-SF506

A1 TYPICAL DECK CONNECTION TO STEEL TUBE BEAM



SF507-D5 SK-T

STEEL CHANNEL

PLYWOOD OVER
STEEL DECK

STEEL TUBE
BEAM

U-SF506

D5

U-SF506

B4
U-SF601

B4

SF507-D4 SK-V

CONCRETE WALL

PLYWOOD OVER
STEEL DECK

STEEL TUBE
BEAM

U-SF506

D5

8"x1/2"x8" BEARING PLATE
W/ 1/2" STIFFENER PLATE
AT CENTER

C8x18.75 x 12" LONG W/ 2-
5/8"Ø x 24" LONG DBA AT
TOP & 2-3/4"Ø x 8" LONG
HSA AT BOTTOM

1"

4

3/8 PLAN VIEW

SF507-D3 SK-W

CONCRETE WALL

PLYWOOD OVER
STEEL DECK

STEEL EMBED PLATE:
8"x1/2"x4" W/ 2-3/4"Ø x 5"
LONG HSA @ 32"O.C.

L3x3x1/4 x CONT

U-SF502

C3

SF507-D2 SK-W.1

CONCRETE WALL

PLYWOOD OVER
STEEL DECK

STEEL EMBED PLATE:
8"x1/2"x4" W/ 2-3/4"Ø x 5"
LONG HSA @ 32"O.C.

L3x3x1/4 x CONT

U-SF502

C3

SF507-C1 SK-Y

BROKEN BACK STEEL
CHANNEL

HS4x4x1/4 STEEL TUBE

1/4" BENT PLATE x CONT

3/16
TYP

3/16 3@12
TYP

SEE ARCHITECTURAL FOR
STAIR INFORMATION

U-SF506

D5

SIM

9"x1/2"x3" BEAM
BEARING PLATE

BEAM WEB STIFFENER
PLATE EACH SIDE

3/16 4

CJP TYP

CJP TYP

SF507-C3 SK-Z

1/2" PLYWOOD OVER
1.1/2" ROOF DECK

STEEL TUBE BEAM

1/4" x CONT BENT
PLATE TOE KICK

HAND RAIL POST
SEE ARCH.

STEEL BEAM

STEEL BEAM

U-SF601

D1

TYP

SF507-C4 SK-L.1

STEEL TUBE BEAM

STEEL TRUSS WEB
MEMBER

STEEL TRUSS BOTTOM
CHORD

BEAM WEB STIFFENER
PLATE

U-SF506

B1

SF507-B1

3"x1/4"x3" x 10"
BENT STEEL
PLATE

STEEL TUBE BEAM

STEEL RAKER BEAM

BEAR TUBE ON
RAKER BEAM PER

STEEL TUBE BEAM

/U-SF502B4

U-SF504

D1

3/16 3SIDES
TYP

SF507-B2

3"x1/4"x3" x 10" BENT
STEEL PLATE

STEEL TUBE BEAM
STEEL RAKER BEAM

U-SF504

D1

STEEL TUBE BEAM

3/16 3SIDES
TYP

SF507-B3

CONCRETE OVER
FLOOR DECK

STEEL BEAM

#4 DOWEL W/ 90° STD
HOOK @ 16" O.C. DRILL &
EPOXY INTO SLAB (3"
EMBED)

6" THICK CONC CURB

CONCRETE SLAB OVER
FOAM

#5 x CONT

SF507-B4

EXTERIOR CONC
SLAB ON GRADE

CONCRETE WALL

CONCRETE OVER
FLOOR DECK

U-SF502

B4

#4 x CONT

#4 DOWEL x 4'-0 @
16"O.C. W/5- #4 x CONT

ROUGHEN JOINT TO
1/4" AMPLITUDE

Detail Name

1 
1/

4"

CONCRETE OVER
FLOOR DECK

L6x3.1/2x3/8 (LLV) EACH
SIDE OF POST

HSS3x3x1/4 WALL
BRACING POST

3/8"Ø SCREW ANCHOR
W/2.1/2" EMBEDMENT
(HILTI KH-EZ OR
SIMPSON TITEN HD)

3/4"Ø A307 THRU BOLT IN
3.1/4" VERT SLOT IN
TUBE. FINGER TIGHTEN
& DESTROY THREADS

L6x3.1/2x3/8 (LLV) EACH
SIDE OF POST

HSS3x3x1/4 WALL
BRACING POST

CONCRETE OVER
FLOOR DECK

3/4"Ø A307 THRU BOLT IN
3.1/4" VERT SLOT IN
TUBE. FINGER TIGHTEN
& DESTROY THREADS

STEEL BEAM

BEAM WEB STIFFENER
PLATE EACH SIDE

3/16
TYP

TUBE POST TO BOTTOM OF SLAB

TUBE POST TO BOTTOM OF BEAM
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date:

DFCM project no:

Revisions

TYPICAL CATWALK

FRAMING DETAILS

U-SF507

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SF507

D5

STEEL CHANNEL CONNECTION TO STEEL TUBE BEAM AND
CONCRETE WALL

NO SCALEU-SF507

D3 STEEL TUBE BEAM BEARING AT CONCRETE WALL

NO SCALEU-SF507

D2 TYPICAL STEEL DECK BEARING AT CONCRETE WALL

NO SCALEU-SF507

D1 TYPICAL STEEL DECK BEARING AT CONCRETE WALL

NO SCALEU-SF507

C1 CATWALK STAIR SECTION

NO SCALEU-SF507

C3 CATWALK SECTION

NO SCALEU-SF507

C4 TYPICAL STEEL TUBE BEAM AT TRUSS BOTTOM CHORD

Addendum 04 2014, June 17

Addendum 05 2014, June 20

NO SCALEU-SF507

B1 BEAM CONNECTION DETAIL - PLAN VIEW

NO SCALEU-SF507

B2 BEAM CONNECTION DETAIL - PLAN VIEW

NO SCALEU-SF507

B3 TYPICAL CONCRETE SLAB OVER FOAM

NO SCALEU-SF507

B4 FLOOR DECK BEARING AT CONCRETE WALL

NO SCALEU-SF507

B5 WALL BRACING POST TO BOTTOM OF STRUCTURE



JK2RTS07

SEE DETAIL               FOR
OPENINGS LESS THAN
12" IN DIAMETER.

OPEN WEB STEEL
JOIST OR BEAM

ANGLE FRAME
L5x3x1/4 (LLV)

SEE TYPICAL ROOF TOP MECHANICAL
UNIT SUPPORT DETAIL FOR FRAMES
BENEATH MECHANICAL UNITS.

NOTE:
WELD ROOF DECK
TO ANGLE FRAME.
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L5x3x1/4
(LLV) TYP
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3/16
TYP

3/16 3@12
TYP

DOCUMENTS

OPENING DIMENSION
SEE A/E CONTRACT

D
O

C
U

M
E

N
T

S

O
P

E
N

IN
G

 D
IM

E
N

S
IO

N
S

E
E

 A
/E

 C
O

N
T

R
A

C
T

6"
6"

U-SF511

D4

JK2RTS08

SOLID BLOCK THE FLUTES OF THE STEEL DECK BENEATH THE CURB OF THE MECHANICAL
UNIT. THIS MAY BE DONE WITH A HSS1.1/2x1.1/2x1/4 x6" LONG TACK WELDED TO THE STEEL
DECK OR WITH SOLID BLOCKING CONNECTED TO THE STEEL DECK.

WHERE THE MECHANICAL UNIT WEIGHS LESS THAN 600#, THE L6x4x5/16 SUPPORT ANGLES
MAY CHANGED TO L5x3x1/4 (LLV).

ANGLE FRAME
L6x4x5/16 (LLV)
UNDER MECHANICAL
UNIT CURB

TRIM HORIZ. LEG
WHERE UNIT
SPANS OVER MORE
THAN 2 JOIST

L3x3x1/4
AROUND DUCT
OPENING TYP.

L6x4x5/16
(LLV) TYP.

OPEN WEB STEEL
JOIST OR BEAMNOTE:

WELD ROOF DECK
TO ANGLE FRAME.

6" M
IN

B
E

Y
O

N
D

 J
O

IS
T

 T
O

P
C

H
O

R
D

 P
A

N
E

L 
P

O
IN

T
C

O
O

R
D

IN
A

T
E

 W
/ J

O
IS

T
S

U
P

P
LI

E
R

6" M
IN

B
E

Y
O

N
D

 J
O

IS
T

 T
O

P
C

H
O

R
D

 P
A

N
E

L 
P

O
IN

T
C

O
O

R
D

IN
A

T
E

 W
/

JO
IS

T
 S

U
P

P
LI

E
R

3/16
TYP3/16 3@12

TYP

6"
6"

SEE ARCH/MECH

CURB DIMENSION

S
E

E
 A

R
C

H
/M

E
C

H

O
P

E
N

IN
G

 F
O

R
 D

U
C

T

JK2RTS16

OPEN WEB STEEL
JOIST OR BEAM

3/16
TYP

3/16
TYP

3/16
TYP

3/16
TYP

NOTE:
WELD ROOF DECK
TO ANGLE FRAME.

ROOF DRAIN
OPENINGS

COPE VERT
LEG OF
ANGLE

ANGLE FRAME:
L3x3x1/4

ROOF DRAIN
OPENINGS

COPE VERT
LEG OF
ANGLE

ANGLE FRAME:
L3x3x1/4

SB-RF00

ROOF DECK

STEEL BEAM

SPACER PLATE

HANGING ROD.
SEE MECH.

2-L6x4x5/16

3/16
TYP

SB1-RF01

TYP

STEEL BEAMS

ROOF DECK

U-SF601

D1

SB1-RF02

TYP

STEEL BEAMS

ROOF DECK

U-SF601

D1

SB2-RF02

1/4
TYP

STEEL CAP PLATE

STEEL COLUMN

ROOF DECK

STEEL BEAMS

U-SF601

D1

SB2-RF03

1/4
TYP

1/4 4
TYP

3SIDES
TYP

STEEL CAP PLATE

STEEL COLUMN

BEAM WEB STIFFENER
PLATE OR BEAM WEB
CONNECTION PLATE
EACH SIDE

ROOF DECK

STEEL BEAM

U-SF511

A1

SB2-RF04

1/4
TYP

3SIDES
TYP

STEEL CAP PLATE

STEEL COLUMN

ROOF DECK

STEEL BEAM

BEAM WEB STIFFENER
PLATE OR BEAM WEB
CONNECTION PLATE
EACH SIDE

U-SF511

A1

SB2-RF05

1/4
TYP

3SIDES
TYP

STEEL CAP PLATE

STEEL COLUMN

ROOF DECK

STEEL BEAM

BEAM WEB STIFFENER
PLATE OR BEAM WEB
CONNECTION PLATE
EACH SIDE

SB2-RF06

SIDE PLATE: THICKNESS &
BOLTS AS PER BOLTED
WEB PLATE CONNECTION
SCHEDULE

1/4
TYP

3SIDES

TYP

CAP PLATE

STEEL COLUMN

ROOF DECK

STEEL BEAM

BEAM WEB STIFFENER
PLATE OR BEAM WEB
CONNECTION PLATE
EACH SIDE

UNO

1' - 0"

ROOFEDGE

0" TO 6" >6" TO 12"

> 12"

'd
'

> 12"

ROOF EDGE FOR 0" UP TO 6" ROOF EDGE FOR >6" UP TO 12"

ROOF EDGE FOR >12" ROOF EDGE FOR >12"

STEEL BEAM

1/4" CONT. BENT PLATE

STEEL BEAM WHERE
OCCURS, SEE BOLTED
SINGLE PLATE CONNECTION
SCHEDULE

STEEL BEAM

WELD PLATE: 4"x1/4"x4"
TYPICAL EACH END OF
KICKERS

L2x2x1/4 KICKER
SPACED AT PURLIN
SPACING

CONT EDGE
ANGLE: L3x3x1/4

STEEL BEAM

ROOF DECK

L2x2x1/4 KICKER SPACED
EQUALLY BTWN COLUMNS
(6'-0" O.C. MAX.)

WELD PLATE: 4"x1/4"x4"
TYPICAL EACH END OF
KICKERS

CONT EDGE ANGLE:
L3x3x1/4

L3.1/2x3.1/2x1/4 KICKER SPACED
EQUALLY BTWN COLUMNS
(6'-0" O.C. MAX.)

STEEL BEAM

ROOF DECK

KICKER REQ'D THIS SIDE
WHERE BEAM DEPTH
DIFFERENCE ('d') ≥ 6"

1

2

SEE BOLTED SINGLE
PLATE CONNECTION
SCHEDULE

ROOF DECK ROOF DECK

STEEL
BEAM

6"

1 ' - 0"  

1 ' - 6"  
1 ' - 6"  

1
1

1/2
"

 

STEEL BEAM WHERE
OCCURS, SEE BOLTED
SINGLE PLATE CONNECTION
SCHEDULE

3/16 3@12
TYP

3/16 3@12
TYP

3/16
TYP

3/16
TYP

3/16
TYP

3/16
TYP

3"

1/4" CONT. BENT PLATE

3"

JK2RTS09

PLAN

ROOF DECK

PIPE SLEEVE

18GA PLATE W/ #10
SHEET METAL SCREWS
@ 6" O.C. EA. WAY

24"SQ. ≤ 8"DIA.

36"SQ. < 12"DIA.

12"SQ. ≤ 4"DIA.

SF511-B5

ROOF DECK

STEEL TUBE BEAM

3/16" CONT STEEL
BENT PLATE

4"

3/16 3@12

PERIMETER
STEEL ANGLE

L4x2.1/2x1/4x1'-0"
STEEL BENT PLATE

3/16 5

ROOF DECK

1/2" GUSSET PLATE

STEEL COLUMN

STEEL BEAM

1"

1"

U-SF601

D1STEEL TRUSS
TOP CHORD

PRE-TENSIONED

SLOPED 1/8" HAT
BENT PLATE

1/4 6
TYP

STEEL TUBE BRACE
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DFCM project no:

Revisions

ROOF FRAMING
DETAILS

U-SF511

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SF511

D1 TYPICAL ROOF OPENING DETAIL (PLAN VIEW)

NO SCALEU-SF511

D2

TYP ROOF TOP MECHANICAL UNIT SUPPORT DETAIL (PLAN
VIEW)

NO SCALEU-SF511

D3 TYPICAL ROOF DRAIN OPENING (PLAN VIEW)

NO SCALEU-SF511

D5 TYPICAL HANGING MECHANICAL UNIT SUPPORT DETAIL

NO SCALEU-SF511

C1 TYP STEEL ROOF BEAM CONNECTION - TWO SIDES

NO SCALEU-SF511

C2 TYPICAL STEEL ROOF BEAM CONNECTION - ONE SIDE

NO SCALEU-SF511

C3 TYPICAL STEEL BEAM TO STEEL COLUMN

NO SCALEU-SF511

C4 TYPICAL STEEL BEAM TO STEEL COLUMN

NO SCALEU-SF511

C5 TYPICAL STEEL BEAM TO STEEL COLUMN

NO SCALEU-SF511

B4 TYPICAL STEEL BEAM TO STEEL COLUMN

NO SCALEU-SF511

B3

TYPICAL STEEL BEAM TO STEEL COLUMN AT DROP-IN
BEAM

NO SCALEU-SF511

A1 TYPICAL ROOF EDGE DETAILS AT STEEL BEAMS

NO SCALEU-SF511

D4 TYPICAL PIPE SLEEVE HOLE THRU ROOF DECK

NO SCALEU-SF511

B5 STEEL TUBE BEAM AT ROOF DECK EDGE

NO SCALEU-SF511

A4 PERIMETER STEEL ANGLE CHORD SPLICE

NO SCALEU-SF511

A3 STEEL BEAM & STEEL TUBE BRACE TO STEEL TRUSS



MASONRY WALL

STEEL BEAM

ROOF DECK

2-#4 x CONT AT
DECK BEARING

U-SF601

B4

U-SF512

D1 BTWN
BEAMS

MASONRY WALL

DECK BEARING PLATE:
5"x3/8"xCONT W/ 3/4"Ø x
6" HSA @ 16" O.C.

L3x3x1/4 CONT

2-#4 CONT AT
DECK BEARING EA
SIDE OF HSA

ROOF DECK

3/16 3-12
TYP

VERT MASONRY
WALL REINF

NOTE: SLOPE TOP OF
MASONRY WALL TO
MATCH ROOF SLOPE.

SB2MW104

2-#4 x CONT AT
DECK BEARING

MASONRY WALL

DECK BEARING PLATE:
5"x3/8"x CONT W/3/4"Ø x
6" HSA @ 16" O.C.

ROOF DECK

VERT MASONRY
WALL REINF

Detail Name

MASONRY WALL

STEEL TUBE BEAM
(SKEWED)

L3x3x3/8x0'-6"
TOP & BOT

1/4

5/16

STEEL EMBED PLATE:
8"x1/2"x1'-6" W/ 4-3/4"Ø
x 5" HSA SPACED 7"x10"

2-#5 x 6'-0" SPACED
AT 8" O.C.

MASONRY WALL

ROOF DECK

STEEL BEAM

WEB STIFFENER
EACH SIDE

BEAM BRG PLATE:
1"x8"x14" W/ 2-3/4"Ø x
8" LONG HSA

#4 x CONT. EA SIDE
OF ANCHORS AT
BEAM BEARING

1/4 4
TYP

1/4" BENT PLATE
3/16

5"

MASONRY
WALL

STEEL BEAM

3-#5 x 12'-0" MIN
@ 8" O.C.

3/8" STEEL PLATE W/
2 ERECTION BOLTS IN
SHORT SLOTTED HOLES1" 4"

3"
3"

T
Y

P

2 
1/

4"

4-3"x5/8"x0'-5" STEEL LUGS

STEEL EMBED PLATE:
5"x3/4x1'-7.1/2" W/
3-#7 x 6'-0" A706

3/8

3/8

5/16
3 SIDES

1/4

CJP

TOP OF MASONRY  WALL
(WHERE OCCURS)

MASONRY
WALL

STEEL BEAM

2-#5 x 12'-0" MIN
@ 8" O.C.

3/8" STEEL PLATE W/
2 ERECTION BOLTS IN
SHORT SLOTTED HOLES1" 4"

3"
3"

T
Y

P

3"

3-3"x5/8"x0'-5" STEEL LUGS

STEEL EMBED PLATE:
5"x3/4x1'-2" W/
2-#6 x 4'-6" A7063/8

5/16
3 SIDES

1/4

CJP

TOP OF MASONRY  WALL
(WHERE OCCURS)

Detail Name

MASONRY WALL

STEEL ANGLE W/
COPED VERT LEG AT
EA BEARING END

STEEL
BEAM

3/16 3SIDES
EA END

U-SF512

D1

MASONRY
WALL

STEEL ANGLE DRAG STRUT

STEEL
BEAM

DO NOT SPLICE STEEL
EMBED PLATE WITHIN
8'-0" OF ANGLE DRAG

D2

U-SF512

1/4 5

3/4 6 O.C.

1/4 5

ANGLE TO
EMBED

CHANNEL
EMBED
PER

/U-SF512C3

2-#4 CONT AT
BEAM BEARING EA
SIDE OF HSA

GROUT BEAM POCKET
SOLID AFTER BEAM HAS
BEEN INSTALLED

STEEL BEAMBEAM WEB STIFFENER
EACH SIDE

BEAM BRG PLATE:
6"x3/4"x0'-10" (8"x1"x1'-2" @
W30) W/ 2-3/4" DIA x 8" HSA

FOR BTWN BEAM
CONDITION, SEE TYPICAL
ROOF DECK BEARING AT
MASONRY WALL, DETAIL

1/4 4
TYP

ROOF DECK

SINGLE PLATE
CONNECTION

/U-SF512B4

2-#4 CONT AT
BEAM BEARING EA
SIDE OF HSA

STEEL BEAM

BEAM WEB STIFFENER
EACH SIDE

BEAM BRG PLATE:
6"x3/4"x0'-10" (8"x1"x1'-2" @
W30) W/ 2-3/4" DIA x 8" HSA

FOR BTWN BEAM
CONDITION SEE TYPICAL
FLOOR DECK BEARING AT
MASONRY WALL DETAIL

1/4 4
TYP

ROOF DECK

MASONRY WALL

DECK BEARING PLATE:
5"x3/8"xCONT W/ 3/4"Ø x
6" HSA @ 16" O.C.

1/4X5X5XCONT. BENT
PLATE

2-#4 CONT AT
DECK BEARING EA
SIDE OF HSA

ROOF DECK

3/16 3-12
TYP

VERT MASONRY
WALL REINF

SB1-RF01

STEEL BEAMS

ROOF DECK

3/16 3/12
TYP3/16

TYP

VALLEY RIDGE

1/4X6XCONT BENT
PLATE EA. SIDE

3/16 3/12
TYP

1/4"XCONT. BENT PLATE

SB2-RF02

1/4
TYP

STEEL CAP PLATE

STEEL COLUMN

ROOF DECK

STEEL BEAMS

MASONRY
WALL

L3X3X1/4XCONT. W/
COPED VERT. LEG AT
BEARING END

3/16
TYP

3/16 3SIDES

CHANNEL EMBED PLATE
WITH 2-HSA ANCHOR
BOLTS

U-SF512

D2

MASONRY
WALL

3/16
TYP

CHANNEL EMBED PLATE
WITH 2-HSA ANCHOR
BOLTS EACH SIDE

3/16
TYPU-SF512

D2

SOLID GROUT

SLOPED BRG. PLATE:
3/4X6X10 W/ (2) 3/4"Ø
X 8" HSA

2 #4 X CONT. EA. SIDE
OF HSA

STIFF. EA. SIDE

STEEL BEAM

MASONRY WALL

STEEL BEAM

U-SF601

B4

STEEL BEARING PLATE:
10"x3/4"x0'-10" W/ 2-3/4"Ø
x 8" LONG HSA

1/4 5

STEEL BEARING PLATE:
10"x3/4"x0'-10" W/
2-3/4"Ø x 8" HSA

STEEL BEAM

MASONRY WALL

STEEL BEAM
(SKEWED)

NOTE:
ROOF DECK
NOT SHOWN.

REMOVE STEEL
BEAM WEB & BEND
FLANGE AS REQ'D

1/4

1/4 4

U-SF601

D1

3-BOLT
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DFCM project no:

Revisions

ROOF FRAMING
DETAILS

U-SF512

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SF512

D3 TYPICAL STEEL BEAM BEARING AT MASONRY WALL

NO SCALEU-SF512

D1 TYPICAL ROOF DECK BEARING AT MASONRY WALL

NO SCALEU-SF512

D2 TYPICAL ROOF DECK BEARING AT MASONRY WALL

NO SCALEU-SF512

C5 STEEL TUBE BEAM TO MASONRY WALL

NO SCALEU-SF512

D5 STEEL BEAM TO MASONRY WALL

NO SCALEU-SF512

C4 HEAVY DRAG STRUT TO MASONRY WALL

NO SCALEU-SF512

C3 LIGHT DRAG STRUT TO MASONRY WALL

NO SCALEU-SF512

C2 STEEL ANGLE BRACE AT MASONRY WALL

NO SCALEU-SF512

C1 STEEL ANGLE DRAG STRUT TO MASONRY WALL

NO SCALEU-SF512

B3 TYPICAL STEEL BEAM BEARING AT MASONRY WALL

NO SCALEU-SF512

B5 TYPICAL STEEL BEAM BEARING AT MASONRY WALL

NO SCALEU-SF512

B4 TYPICAL ROOF DECK BEARING AT MASONRY WALL

NO SCALEU-SF512

B1 TYP STEEL ROOF BEAM CONNECTION - VALLEY & RIDGE

NO SCALEU-SF512

A5 TYPICAL STEEL BEAM TO STEEL COLUMN

NO SCALEU-SF512

A4 TYPICAL STEEL BEAM BEARING AT MASONRY WALL

NO SCALEU-SF512

A3 TYPICAL STEEL BEAM BEARING AT MASONRY WALL

NO SCALEU-SF512

A2 TYPICAL MASONRY WALL POCKET FOR STEEL BEAM

NO SCALEU-SF512

D4 STEEL BEAM TO MASONRY WALL - PLAN VIEW

NO SCALEU-SF512

A1 STEEL BEAM TO MASONRY WALL



STEEL BEAM

BEAM WEB
STIFFENER PLATE
EA SIDE, TYP

L5x3x5/16 CONT
SPLICE PER

ROOF DECK

D4

U-SF513

WT5x15 SEAT
CUT TO FIT

1/4 5 MIN

1/4

U-SF511

A4

ROOF DECK

STEEL BEAM

BEAM WEB
STIFFENER PLATE
EA SIDE, TYP

ROOF DECK

L2.1/2x2.1/2x1/4, TYP

2-#4 CONT AT
TOP OF WALL

MASONRY WALL

BEAM WEB
STIFFENER
PLATE EA SIDE

WT5x15 SEAT
CUT TO FIT

STEEL BEAM

#5 CONT

1/4 5MIN

1/4 4

GROUT POCKET SOLID
AFTER BEAM HAS
BEEN INSTALLED

ROOF DECK

U-SF513

D2

BTWN

STEEL BRG PLATE: 7"x3/4"x1’-0"
W/ 2- 3/4"Ø x 8" LONG HSA
SPACED @ 8” O.C.

ROOF DECK

MASONRY WALL

SEE GSN

STEEL EMBED PLATE:
5"x3/8""xCONT W/ 3/4"Ø x
5" LONG HSA @ 16" O.C.

2-#4 CONT
BTWN PURLINS

AT CONTRACTORS
OPTION CAST TOP (2)
COURSES IN CONCRETE

STEEL TRUSS
BOT CHORD

MASONRY WALL

BEAM WEB
STIFFENER
PLATE EA SIDE

STEEL TRUSS
TOP CHORD

STEEL BRG PLATE: 7"x3/4"x1’-0" W/
(2) 5/8” DIA x 30” DBA’s SPACED @
8” O.C.   LAP W/ REINF

GROUT POCKET SOLID
AFTER BEAM HAS
BEEN INSTALLED

ROOF DECK

CONNECTION
BY FABRICATOR

1/4

ROOF DECK

STEEL TRUSS
TOP CHORD

3/16" THICK STEEL CROWN
PLATE - OVERLAP BEAM
FLANGE BY 1/2" EA SIDE

3/16 3@12

ROOF DECK

STEEL TRUSS
TOP CHORD

L3x3x1/4xCONT ADJUST
FOR ROOF SLOPE

3/16 3@12
TYP

ROOF DECK

STEEL TRUSS
TOP CHORD

STEEL BEAM
BLOCKING W10x12

3/16" STEEL BENT PLATE

3/16 3@12

SEE GSN

3/16 3@12

3/16" STEEL BENT PLATE

STEEL BEAM

STEEL BEAM

ROOF DECK

3"

U-SF601

D13/16 3@12

3/16
TYP

STEEL BEAM

STEEL BEAM

STEEL TRUSS
TOP CHORD

U-SF601

D1

NOTE:
ROOF DECK
NOT SHOWN.

ROOF DECK

TRUSS TOP CHORD
STEEL TRUSS
TOP CHORD

3/4" STEEL CAP PLATE

5/8" CONTINUITY
PLATE EA SIDE

CJP

1/4

1/4
TYP

7/16
TYP

1/2

STEEL BEAM

B4

U-SF513

STEEL BEAM
STEEL BEAM

NOTCH & RADIUS
PLATE AT FLANGES

U-SF601

D1

STEEL TRUSS TOP
CHORD

U-SF601

D1

ROOF DECK

STEEL BEAM

3/16" STEEL CROWN
PLATE EXTEND 1/2"
AT SIDE OF FLANGE

EXTEND TABS AS
WEB STIFFENERS

SIM

3/16 3@12

3/16 3@12
TYPSTEEL BEAM STEEL BEAM

STEEL COLUMN

U-SF601

D1

STEEL CAP PLATE
(SCP-2)

B1

U-SF513

STEEL TRUSS
TOP CHORD

BEAM WEB
STIFFENER
PLATE EA SIDE

U-SF513

D2

ROOF DECK

STEEL TRUSS MEMBER

1/2" STEEL CAP
PLATE (SCP-2)

BEAM WEB
STIFFENER
PLATE EA SIDE

STEEL TRUSS
WEB MEMBER

GUSSET BY
FABRICATOR

STEEL TRUSS
TOP CHORD

U-SF601

D1
SIM

LONG SLOTTED HOLES

STEEL TUBE BEAM

1/2" THICK STEEL
GUSSET PLATE3/8

STEEL TUBE BRACESTEEL TUBE BRACE

1/4 6
TYP

1" TYP

ROOF DECK

STEEL EMBED PLATE:
12"x3/4"x1'-0" W/ 4-1/2"Ø x
16" LONG DBA

STEEL BEAM
BROKEN BACK

BEAM WEB
STIFFENER
PLATE EA SIDE

CONCRETE WALL

CONCRETE WALL

CJP

1/4 8

U-SF513

A5

ROOF DECK

STEEL BEAM

U-SF601

D1

3/16 3@12

TYP EA
SIDE

3/16" STEEL CROWN
PLATE EXTEND 1/2"
AT SIDE OF FLANGE

ROOF DECK

STEEL BEAM

CONCRETE WALL

SF513-A5

STEEL EMBED PLATE
8"x1/2"x4" W/2- 3/4"Ø x 5"
LONG HSA @ 24"O.C.

3/16" x CONT BENT PLATE

BTWN BEAMS

3/16
TYP

U-SF601

B4

4"

5"
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DFCM project no:

Revisions

ROOF FRAMING
DETAILS

U-SF513

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SF513

D5 SLOPED STEEL BEAM AT ROOF EDGE

NO SCALEU-SF513

D4 STEEL ANGLE BRACING BTWN STEEL BEAMS

NO SCALEU-SF513

D3 SLOPED STEEL BEAM BEARING AT MASONRY WALL

NO SCALEU-SF513

D2

SLOPED ROOF DECK BEARING AT MASONRY WALL  -
BETWEEN STEEL BEAM

NO SCALEU-SF513

D1 STEEL TRUSS BEARING AT MASONRY WALL

NO SCALEU-SF513

C5 STEEL TRUSS TOP CHORD - RIDGE CONDITION

NO SCALEU-SF513

C4 STEEL TRUSS TOP CHORD - VALLEY CONDITION

NO SCALEU-SF513

C3 STEEL TRUSS TOP CHORD W/ STEEL BEAM BLOCKING

NO SCALEU-SF513

C2 SLOPED STEEL BEAM TO STEEL BEAM - EDGE CONDITION

NO SCALEU-SF513

C1 STEEL BEAM TO SLOPED STEEL TRUSS TOP CHORD

NO SCALEU-SF513

B5 STEELTRUSS TOP CHORD - RIDGE CONDITION

NO SCALEU-SF513

B4 STEEL BEAM TO STEEL BEAM CONNECTION

NO SCALEU-SF513

B3 SLOPED STEEL BEAM TO STEEL BEAM - RIDGE CONDITION

NO SCALEU-SF513

B2

STEEL TRUSS TOP CHORD TO STEEL COLUMN W/ STEEL
BEAM CONNECTION

NO SCALEU-SF513

B1 STEEL TRUSS CONNECTION TO STEEL COLUMN

NO SCALEU-SF513

A4 STEEL TUBE 'V' BRACE TO STEEL TUBE BEAM

NO SCALEU-SF513

A3 BROKEN BACK STEEL BEAM BEARING AT CONCRETE WALL

NO SCALEU-SF513

A1 SLOPED STEEL BEAM TO STEEL BEAM - RIDGE CONDITION

NO SCALEU-SF513

A5

TYPICAL STEEL BEAM & ROOF DECK BEARING AT
CONCRETE WALL

Addendum 04 2014, June 17

Addendum 05 2014, June 20



Detail Name

STEEL COLUMN

STEEL TUBE BEAM

L3x3x3/8x0'-6"
TOP & BOT

1/4

5/16

Detail Name

STEEL COLUMN

STEEL TUBE BEAM

3/8" x STEEL
TUBE BEAM SIZE

U-SF601

D1

1/4

STEEL COLUMN HANGER

ROOF DECK

STEEL BEAM

3/16 4

3/16

STEEL KNIFE PLATE:
5"x1/4"x0'-6"

ROOF DECK

STEEL BEAM

U-SF601

D1

U-SF513

A1

1" TYP

1/2" STEEL PLATE

3/16 6

1/4
TYP

STEEL TUBE
VERTICAL

STEEL TUBE
VERTICAL

3/16 3@12STEEL BEAM

STEEL TUBE TRUSS
VERTICAL MEMBER

STEEL TRUSS
TOP CHORD

STEEL BEAM

GUSSET DESIGN BY
FABRICATOR

U-SF601

D1

SIM

ROOF DECK

STEEL TRUSS
TOP CHORDSTEEL BEAM

BEAM WEB
STIFFENER
PLATE EA SIDE

WT5x15 SEAT
CUT TO FIT

W10x12 BLOCKING

SEE GSN

1/4 5MIN

1/4 4

Detail Name

ROOF DECK

STEEL CHANNEL BEAM

STEEL TUBE BEAM

STEEL COLUMN

L3x3x1/4 CONT

3/16 3@12
TYP

L3x3x1/4 CONT

3/16 3@12
TYP

STEEL TUBE BEAM

U-SF506

D3

TYP

Detail Name

ROOF DECK

STEEL TUBE BEAM

STEEL COLUMN

STEEL TUBE BEAM

STEEL
CHANNEL
BEAM

L3x3x1/4 CONT

3/16 3@12
TYP

U-SF506

D3

TYP

Detail Name

ROOF DECK

STEEL BEAM

MASONRY WALL
(SKEWED)

BEAM WEB
STIFFENER
PLATE EA SIDE

GROUT POCKET SOLID
AFTER BEAM HAS
BEEN INSTALLED

1' - 0"

STEEL EMBED PLATE:
10"x1/2"x0'-10" W/ 2-
3/4"Ø x 8" LONG HSA

U-SF513

D3U-SF601

D1

U-SF513

D2

BTWN

Detail Name

ROOF DECK GUSSET BY
FABRICATOR

STEEL BEAM

STEEL TRUSS
TOP CHORD

STEEL BEAMCJP

A3

U-SF514

STEEL BEAM

STEEL TRUSS
VERT MEMBER

STEEL TRUSS
TOP CHORD

CONNECTIONS BY
FABRICATOR

ROOF DECK

STEEL BEAM

STEEL TUBE BEAM

1/4 3SIDES
TYP

3/16
P.P.

Detail Name

ROOF DECK

STEEL BEAM

STEEL BENT PLATE:
6"x3/16"xCONT

ROOF DECK

3"

3"

3/16 3@12
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DFCM project no:

Revisions

ROOF FRAMING
DETAILS

U-SF514

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SF514

D5 STEEL TUBE BEAM TO STEEL COLUMN

NO SCALEU-SF514

D4 STEEL TUBE BEAM TO STEEL COLUMN

NO SCALEU-SF514

D3 STEEL COLUMN HANGER TO STEEL BEAM

NO SCALEU-SF514

D2

SLOPED STEEL BEAM TO STEEL BEAM - RIDGE CONDITION
W/ VERT STEEL TUBE

NO SCALEU-SF514

D1

STEEL BEAM TO STEEL TRUSS TOP CHORD W/ VERT
MEMBER BELOW

NO SCALEU-SF514

C5 SLOPED STEEL BEAM AT STEEL TRUSS TOP CHORD

NO SCALEU-SF514

C1 TYPICAL ROOF & CATWALK SECTION

NO SCALEU-SF514

C3 TYPICAL ROOF & CATWALK SECTION

NO SCALEU-SF514

A5 SLOPED STEEL BEAM BEARING AT MASONRY WALL
NO SCALEU-SF514

A4 SLOPED STEEL BEAM TO STEEL TRUSS TOP CHORD

NO SCALEU-SF514

A3 STEEL TRUSS CONNECTION

NO SCALEU-SF514

A2 STEEL TUBE BEAM TO STEEL BEAM

NO SCALEU-SF514

A1 STEEL BEAM AT ROOF DECK SLOPE



SB1CW 113- ROOF

CONCRETE WALL

EMBED WELD PLATE:
8"x1/2"x4" W/2-3/4"Ø x5"
LONG HSA @ 24"O.C.

DECK BEARING
PARALLEL USE: L5x3x1/4
CONT (LLH)

DECK BEARING
PERPENDICULAR  USE:
L3x3x1/4 CONT

ROOF DECK

1/4
TYP

ROOF DECK

STEEL BEAM

CONCRETE WALL

SF515-D2

U- SF513

A5

2-C8x18.75x1'-0" LONG W/
4-5/8"Ø x 24" LONG DBA,
CENTERED ON CHANNELS

3/8" STEEL PLATE W/
2 ERECTION BOLTS

1/4
3 SIDES

1/4

4"

1
' -

 0
"

ROOF DECK

STEEL BEAM

CONCRETE WALL

SF515-D3

U- SF513

A5

U- SF515

D2

2-C8x18.75x1'-0" LONG W/
4-5/8"Ø x 24" LONG DBA,
CENTERED ON CHANNELS

SF515-D4

ROOF DECK OVER
CONT. BENT PLATE

2-#4 CONT AT BEAM
BEARING (ONE EACH
SIDE OF HSA)

GROUT BEAM POCKET
SOLID AFTER BEAM HAS
BEEN INSTALLED

STEEL BEAMBEAM WEB STIFFENER
PLATE EACH SIDE

STEEL BEAM BEARING
PLATE: 10"x3/4"x0'-10"
W/2-3/4"Ø x 8" LONG HSA

1/4 4
TYP

MASONRY WALL OR
COLUMN

3/8" STEEL PLATE W/
2 ERECTION BOLTS

STEEL BEAM

MASONRY WALL

SF515-D5

4"

1
' -

 0
"

1/4
3 SIDES

1/4

ROOF DECK

2-C8x18.75x1'-0" LONG W/
4-5/8"Ø x 24" LONG DBA,
CENTERED ON CHANNELS

SF515-C1

ROOF DECK

2-#4 CONT AT BEAM
BEARING (ONE EACH
SIDE OF HSA)

GROUT BEAM POCKET
SOLID AFTER BEAM HAS
BEEN INSTALLED

STEEL BEAMBEAM WEB STIFFENER
PLATE EACH SIDE

STEEL BEAM BEARING
PLATE: 8"x3/4"x8" W/2-
3/4"Ø x 8" LONG HSA

1/4 4
TYP

MASONRY WALL OR
COLUMN

SF515-C2

ROOF DECK

STEEL TUBE BEAM

3/16" CONT STEEL
BENT PLATE

4"

3/16 3@12

STEEL BEAM

'A'

VIEW 'A'

3/16
P.P.

3/16 3SIDES
TYP

TRUSS DIAGONAL MEMBER

STEEL BEAM BELOW
PURLIN

TRUSS BOTTOM CHORD

CANTILEVERED BEAM

TRUSS TOP CHORD

STEEL BEAM BELOW
PURLIN

STEEL COLUMN

CANTILEVERED BEAM

ROOF DECK

SF515-C3

STEEL TUBE BEAM
(ROTATED)

STEEL BEARING PLATE:
8"x1/2"x12" W/2-3/4"Ø x 8"
LONG HSA

1/4" STIFFENER PLATE
EACH SIDE OF TUBE

MASONRY WALL

1/4 4

SF515-C4

STEEL TUBE BEAM

STEEL TUBE BEAM

TYP

3/16

STEEL BEAM

ROOF DECK

1
"

1 1/2"

4
"

2
"

1 1/2"

8"x1/2"x7" STEEL PLATE
W/3/4"Ø GALV. THRU
BOLTS IN LONG
SLOTTED HOLES

GLU-LAM FIN. SEE
ARCHITECTURAL

1/4

4"x1/4"x4" WELD PLATE
TYPICAL

L2x2x1/4 AT EACH
PURLIN

1

1

3/16
TYP

3/16

U- SF513

D5

23.1/2"x1/2"x6.1/8" STEEL
PLATE CENTERED ON
GLU-LAM FIN

3/4" GAP BELOW PLATE

STEEL TRUSS
BOT CHORD

MASONRY WALL/COLUMN

BEAM WEB
STIFFENER
PLATE EA SIDE

STEEL TRUSS
TOP CHORD

GROUT POCKET SOLID
AFTER BEAM HAS
BEEN INSTALLED

ROOF DECK

WT5x15 SEAT
CUT TO FIT

STEEL EMBED PLATE:
8"x1/2"x0'-8" W/ 2-3/4"Ø
x 8" LONG HSA

1/4 4

U- SF601

D1 SIM, W/ LONG
SLOTTED HOLES

C8x18.75 W/ 4-3/4"Ø
x 5" LONG HSA

1/4 5MIN

TRUSS WEB MEMBER

CONNECTION BY TRUSS
FABRICATOR

2
"

4
"

1/4

STEEL TUBE BEAM HSS3x3x3/16

3/8" STEEL PLATE

1/2" STEEL KNIFE
PLATE W/ 2-3/4"Ø
(GALV) THRU BOLTS
IN LONG VERT SLOTS

B
L

W
 P

L
A

T
E

3
/4

" 
G

A
P

WOOD FIN

3/16 3

STEEL BEAM

ROOF DECK

3/16
TYP

STEEL TUBE BEAM

3/16 3
STEEL BEAM

ROOF DECK

HSS3x3x1/4 W/ 3/8"x8"
SQ STEEL PLATE
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DFCM project no:

Revisions

ROOF FRAMING
DETAILS

U-SF515

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SF515

D1 TYPICAL ROOF DECK BEARING AT CONCRETE WALL

NO SCALEU-SF515

D2 TYPICAL DRAG STRUT CONNECTION TO CONCRETE WALL

NO SCALEU-SF515

D3 TYPICAL DRAG STRUT CONNECTION TO CONCRETE WALL

NO SCALEU-SF515

D4

TYPICAL DROP-IN STEEL BEAM BEARING AT MASONRY
WALL

NO SCALEU-SF515

D5 TYPICAL DRAG STRUT CONNECTION TO MASONRY WALL

NO SCALEU-SF515

C1 TYPICAL STEEL BEAM BEARING AT MASONRY WALL

NO SCALEU-SF515

C2 TYPICAL STEEL TUBE BEAM TO WIDE FLANGE BEAM

SCA LE :U-SF515

A1 STEEL BEAM BROKEN BACK AT STEEL BEAM - ISOMETRIC VIEW

NO SCALEU-SF515

C3 STEEL TUBE BEARING AT MASONRY WALL

NO SCALEU-SF515

C4 TYPICAL STEEL TUBE BEAM CONNECTION

NO SCALEU-SF515

A3 TYPICAL WOOD COLUMN BRACE AT SLOPED ROOF

NO SCALEU-SF515

B5 STEEL TRUSS BEARING AT MASONRY WALL

NO SCALEU-SF515

A4 TYPICAL GLB COLUMN TOP BRACE

Addendum 04 2014, June 17

Addendum 05 2014, June 20



STEEL BEAM

CONCRETE OVER
FLOOR DECK OR
ROOF DECK

STEEL BEAM

ANGLE BRACE

WELD PLATE EACH END
OF BRACE

1/4
3-SIDES

1/4
TYP

ANGLE BRACE SCHEDULE

BRACE
LENGTH "L"

ANGLE
BRACE SIZE

UP TO 4'-0" L2x2x1/4

4'-0" TO 8'-0"

8'-0" TO 12'-0"

OVER 12'-0"

NOTE:
1. WHERE DOUBLE ANGLES ARE USED
PROVIDE 3"x3/8" SPACER PLATES AT
THIRD POINTS.

L3x3x1/4

2-L2.1/2x2.1/2x1/4

2-L3x3x1/4

WELD PLATE
SIZE

4"x1/4"x4"

4"x1/4"x4"

4"x3/8"x4"

5"x3/8"x5"

"L"

STL-WWS05

24
" 

M
A

X

4"

MIN

STEEL BEAM

WELD PLATE:
5"x1/4"x5"

STEEL BRACE:
L3.1/2x3.1/2x5/16

STEEL BEAM

3/16
TYP

STEEL BRACE:
L3.1/2x3.1/2x5/16, COPE
HORIZ LEG AT BEAMS1

'-
6"

 
 

4"

ROOF (FLOOR) DECK NOT
SHOWN FOR CLARITY

WINDOW WASHING TIE-
BACK (BY VENDOR)

BEAM WEB
STIFFENER PLATE
EACH SIDE

SF516-C5

STEEL TRUSS BOTTOM
CHORD

CONNECTION BY TRUSS
FABRICATOR

STEEL TRUSS VERTICAL

STEEL TRUSS BOTTOM
CHORD

U-SF601

D1

TYPICAL, PROVIDE
PRETENSIONED BOLTS

SF516-C4

STEEL TRUSS BOTTOM
CHORD

1/2" STEEL GUSSET
PLATE

STEEL TRUSS VERTICAL

STEEL TRUSS BOTTOM
CHORD

U-SF601

D1

TYPICAL, PROVIDE
PRETENSIONED BOLTS

1/4

1/4 4

1"

1"

SLOT GUSSET PLATE
THRU TUBES

SF516-C3

STEEL TRUSS BOTTOM
CHORD

STEEL TRUSS VERTICAL

U-SF601

D1

SF516-C2

STEEL TRUSS TOP
CHORD

STEEL TRUSS VERTICAL

U-SF601

D1

SF516-C1

STEEL TRUSS TOP
CHORD

STEEL TRUSS VERTICAL

1"

1"

U-SF514

C5

1/2" STEEL GUSSET
PLATE

CONNECTION BY
TRUSS FABRICATOR

1/4 4

SF516-D1

CONNECTION BY TRUSS
FABRICATOR

STEEL TRUSS VERTICAL

STEEL TRUSS BOTTOM
CHORD

STEEL COLUMN

STEEL CAP PLATE

SF516-B1 CANOPY-01

CONCRETE OVER
FLOOR DECK

3/8" WEB STIFFENER
PLATE EACH SIDE

4-3/4"Ø A325 BOLTS,
PRETENSIONED

STEEL BEAM

GUARD RAIL WALL SEE
ARCHITECTURAL

L3x3x1/4 x CONT

U-SF501

B1

U-SF601

D1
U-SF601

C5

SF516-B1 CANOPY-02

STEEL BEAM

GUARD RAIL WALL SEE
ARCHITECTURAL

L3x3x1/4 x CONT

U-SF511

A1

U-SF511

A1
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DFCM project no:

Revisions

ROOF FRAMING
DETAILS

U-SF516

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SF516

D4 TYPICAL STEEL BEAM BOTTOM FLANGE BRACE DETAIL

NO SCALEU-SF516

D3 TYPICAL WINDOW WASHING TIE-BACK CONNECTION TO STEEL BEAM

Addendum 04 2014, June 17

Addendum 05 2014, June 20

NO SCALEU-SF516

C5 TYPICAL TRUSS CONNECTION

NO SCALEU-SF516

C4 TYPICAL TRUSS CONNECTION

NO SCALEU-SF516

C3 TYPICAL TRUSS CONNECTION

NO SCALEU-SF516

C2 TYPICAL TRUSS CONNECTION

NO SCALEU-SF516

C1 TYPICAL TRUSS CONNECTION

NO SCALEU-SF516

D1 TYPICAL TRUSS CONNECTION

NO SCALEU-SF516

B1 CANOPY FRAMING DETAIL

NO SCALEU-SF516

B2 CANOPY FRAMING DETAIL



Sched Embed Channel

CONNECTION SCHEDULE

3-C8x18.75x12"

2-C8x18.75x12"

1-C8x18.75x12"

EMBED CHANNEL

WELD MULTIPLE EMBEDS TOGETHER WITH BUTT WELD
EACH SIDE, FULL LENGTH.

TO 10"

TO 24"

TO 16"

BEAM DEPTH

12-3/4"Ø x 5" LONG HSA

4-3/4"Ø x 5" LONG HSA

8-3/4"Ø x 5" LONG HSA

ANCHORS

FACE OF WALL

EMBED CHANNELS
SEE SCHEDULE

STEEL BEAM

ANCHORS SEE
SCHEDULE

NOTCH EMBED CHANNEL
FLANGES AROUND VERT
WALL/COLUMN REINF AS
REQUIRED

3/16
TYP

NOTES:
1.

SINGLE PLATE CONNECTION
W/ SHORT SLOTTED HOLES
PER /U-SF601C1

BEAM TO BEAM SINGLE PLATE CONNECTION

STEEL BEAM
STEEL BEAM

SINGLE PLATE

STEEL BEAM STEEL BEAM

SINGLE PLATE

NOTE 2

1 
1/

2"
3"

3"
1 

1/
2"

1 1/2"
1 1/2" 

STEEL COLUMN

BEAM TO COLUMN SINGLE PLATE CONNECTION

STEEL COLUMN
(WHERE OCCURS)

2 1/2"

SCHEDULED # OF BOLTS
EA SIDE OF PLATE

BOLTED DRAG STRUT CONNECTION

BEAM TO BEAM SINGLE PLATE CONNECTION

STEEL BEAM STEEL BEAM

SINGLE PLATE

1 
1/

2"
3"

3"
1 

1/
2" 1 1/2"

NOTE 2

STEEL BEAM STEEL BEAM

SINGLE/STIFF PLATE

STEEL BEAM

STEEL BEAM

STEEL BEAM STEEL BEAM

SINGLE PLATE

1 1/2" 

1 
1/

2"
3"

3"
1 

1/
2"

1 1/2"
1 1/2" 

NOTE 2

STEEL COLUMN

1 
1/

2"
3"

3"
1 

1/
2" 1 1/2"

1 1/2" 

NOTE 2

NOTE 2

2 1/2"
3/8" THICK
STIFFENER PLATE

2 1/2"

3/8" THICK
STIFFENER PLATE

1 
1/

2"
3"

3"
1 

1/
2"

1 1/2"
1 1/2" 

BEAM TO COLUMN SINGLE/STIFFENER PLATE CONNECTION BEAM TO COLUMN SINGLE PLATE CONNECTION

BEAM TO COLUMN SINGLE PLATE CONNECTION

STEEL BEAM

SINGLE PLATE

STEEL COLUMN

STEEL COLUMN

SINGLE PLATE CONNECTION SCHEDULE

NOTES:
1.

2.

3.

4.

NUMBER
BEAM SIZE

WEB PLATE
THICKNESS (t)

A325X BOLTS

SIZE

FILLET WELDS ONE SIDE SHALL EQUAL THE PLATE THICKNESS MINUS 1/16" (1/4" MIN.)

FILLET WELDS TWO SIDES SHALL BE 5/8 THE PLATE THICKNESS (1/4" MIN.) EACH SIDE

BOLT EDGE DISTANCE SHALL BE 1.1/2" AT ALL EDGES. BOLT SPACING SHALL BE 3" MIN.

ALL BOLTS IN DRAG CONNECTION TO BE PRETENSIONED WITH A FAYING SURFACE MEETING THE
REQUIREMENTS OF A CLASS A SURFACE.

2 7/8"Ø3/8"W8 AND W10

33/8"W12 AND W14

43/8"W16

53/8"W18

61/2"W21

71/2"W24

81/2"W27

2 1/2"

2 1/2"

1/4
TYP

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø

1 
1/

2"
3"

3"
1 

1/
2"

1 1/2"
1 1/2" 

2 1/2" 3"

81/2"W30 7/8"Ø

TYP FLR-Moment Beam

STEEL BEAM

STEEL BEAM

CJP

CJP

SINGLE PLATE CONNECTION

3/
4"

Ø

1".
45.00°

SINGLE PLATE CONNECTION

STEEL BEAM
(WHERE OCCURS) STEEL BEAM

STEEL COLUMN

STEEL BEAM

STEEL BEAM

STEEL CAP PLATE

BEAM WEB STIFFENER
PLATE OR WEB
CONNECTION PLATE
EACH SIDE

1/4
TYP

STEEL CAP PLATE

1/4
TYP

BEAM WEB
STIFFENER/WEB
CONNECTION PLATE

STEEL CAP PLATE

BEAM WEB STIFFENER
PLATE OR WEB
CONNECTION PLATE
EACH SIDE

1/4
TYP

1/4
TYP

1' - 0"

STEEL BEAM
(CANTILEVERED)

1/4
TYP

STEEL COLUMN

SINGLE PLATE
CONNECTION SINGLE PLATE

CONNECTION

TYP FLR-Beam to Column

STEEL BEAM

STEEL BEAM

CONTINUITY PLATE: THICKNESS
TO MATCH CONNECTING BEAM
FLANGE THICKNESS

STEEL COLUMN

CJP TYP

CJP TYP

SINGLE PLATE CONNECTION

SINGLE PLATE CONNECTION

1".

3/
4"

Ø

CJP TYP

CONTINUITY PLATE: THICKNESS
TO MATCH CONNECTING BEAM
FLANGE THICKNESS

TYP

1".

3/
4"

Ø

TYP FLR-Moment Column

SKEWED SINGLE PLATE CONNECTION (PLAN VIEW)

>1

1

3.1/2" M
AX

>7
<12

12

3" MAX

<7

12

0 TO 30° 30° TO 45°

OVER 45°

t-1/8

1/4
TYP

NOTE 1
3-SIDES

NOTE 4

BEAM
WEB

BEAM
WEB

BEAM
WEB

t t

BENT PLATE THICKNESS TO
MATCH WEB PLATE. WHERE
CLEARANCE IS INSUFICIENT TO
INSTALL BOLTS WELD BENT
PLATE TO BEAM WEB 3 SIDES PER
NOTE 1

t

Sched Single Shear

BEAM TO BEAM SINGLE PLATE CONNECTION

BEAM TO BEAM SINGLE PLATE CONNECTION

STEEL BEAM STEEL BEAM

STEEL BEAM STEEL BEAM

NOTE 1

SINGLE PLATE

SINGLE PLATE

NOTE 2

STEEL BEAM STEEL BEAM

STEEL BEAM STEEL BEAM

SINGLE/STIFF PLATE

SINGLE PLATE

STEEL BEAM

STEEL BEAM

STEEL BEAM STEEL BEAM

SINGLE PLATE

NOTE 2

NOTE 2

STEEL COLUMN

STEEL COLUMN

NOTE 2

NOTE 2

3/8" THICK
STIFFENER PLATE

3/8" THICK
STIFFENER PLATE

BEAM TO COLUMN SINGLE/STIFFENER PLATE CONNECTION

BEAM TO COLUMN SINGLE PLATE CONNECTION

BEAM TO COLUMN SINGLE PLATE CONNECTION

BEAM TO COLUMN SINGLE PLATE CONNECTION

STEEL BEAM

SINGLE PLATE

STEEL COLUMN

STEEL COLUMN

SINGLE PLATE CONNECTION SCHEDULE

NOTES:
1.

2.

3.

4.

NUMBER
BEAM SIZE

WEB PLATE
THICKNESS (t)

A325X BOLTS

SIZE

FILLET WELDS ONE SIDE SHALL EQUAL THE PLATE THICKNESS MINUS 1/16" (1/4" MIN.)

FILLET WELDS TWO SIDES SHALL BE 5/8 THE PLATE THICKNESS (1/4" MIN.) EACH SIDE

BOLT EDGE DISTANCE SHALL BE 1.1/2" AT ALL EDGES. BOLT SPACING SHALL BE 3" MIN.

AT SKEWED JOINTS PROVIDE AN EQUIVALENT LEG SIZE TO NOTE 2 PER AWS D1.1.

2 7/8"Ø3/8"W8, W10, C8 AND C10

3W12, W14 AND C12

4W16

5W18

61/2"W21

7W24

8W27

9W30

10W33

11W36

STEEL COLUMN
(WHERE OCCURS)

1/4
TYP

9"4"

1 
1/

2"
3"

3"
1 

1/
2" 1 1/2" 1 1/2"

2 1/2" 3"

1 1/2" 1 1/2"

1 
1/

2"
3"

3"
1 

1/
2"

2 1/2"

1 1/2" 1 1/2"

1 
1/

2"
3"

3"
1 

1/
2"

2 1/2"

1 
1/

2"
3"

3"
1 

1/
2" 1 1/2"

1 1/2"

2 1/2"

1 
1/

2"
3"

3"
1 

1/
2" 1 1/2"

1 1/2"

2 1/2"

1 
1/

2"
3"

3"
1 

1/
2" 1 1/2"

1 1/2"

2 1/2"

3/8"

1/2"

3/8"

1/2"

3/8"

1/2"

1/2"

1/2"

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø

7/8"Ø
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DFCM project no:

Revisions

STEEL FRAMING

SCHEDULES

U-SF601

28 MAY 2014

12218730

Bid Documents

NO SCALEU-SF601

B4 TYPICAL EMBED CHANNEL CONNECTION SCHEDULE

NO SCALEU-SF601

C1 TYPICAL BOLTED SINGLE PLATE COLLECTOR/CHORD CONNECTION DETAILS AND SCHEDULE

NO SCALEU-SF601

C5

TYPICAL CANTILEVERED BEAM FULL PEN CONNECTION TO
BEAM

NO SCALEU-SF601

B1 TYPICAL STEEL BEAM BEARING ON STEEL COLUMN

NO SCALEU-SF601

B5

TYPICAL CANTILEVERED BEAM FULL PEN CONNECTION TO
COLUMN

NO SCALEU-SF601

D1 TYPICAL SINGLE PLATE CONNECTION DETAILS AND SCHEDULE

Addendum 04 2014, June 17



SBP-1

B
B

B
B

B

B B

B

A

B
B

C

AA

B

A

BB C

A

TYPE SBP-1

C = 3" MIN.

TYPE SBP-3TYPE SBP-2

BOLTS LARGER THAN
CONSTRUCTION FOR
THE MANUAL OF STEEL
(PER TABLE J3.5 OF

A = 1/2" MIN.

7/8" DIAMETER)

B = 1 1/2"

2
1/4

"
 

2
1/4

"
 

2
1/4

"
 

2 1/4" 2 1/4" 

2
1/4

"
 

2
1/4

"
 

2 1/4" 6" 2 1/4" 

3/4" 3/4"

2
1/4

"
 

2
1/4

"
 

3/4
"

2 1/4" 6" 2 1/4" 

3/4"3/4"

SCP-1

D

D

B
B

B BC C

B

B

B

B

AA

A A

B = 1 1/2" MIN.
C = GAGE OF CONNECTED

D = COLUMN WIDTH + 1",

WHICHEVER IS GREATER.

BEAM OR GIRDER WIDTH + 1",
OR BOLT GAGE + 3",

    MEMBER

A = 1/2" MIN.

TYPE SCP-1 TYPE SCP-2

3/4" 3/4"

1 0 1/2" 

1 0 1/2" 

3/4" 3/4"

2
1/4

"
 

2
1/4

"
 

2 1/4" 6" 2 1/4" 2 1/4" 6" 2 1/4" 

2
1/4

"
 

2
1/4

"
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DFCM project no:

Revisions

STRUCTURAL
SCHEDULE

U-SF602

28 MAY 2014

12218730

Bid Documents

STEEL COLUMN SCHEDULE

MARK SIZE
BASE PLATE
THICKNESS

BASE PLATE
TYPE

CAP PLATE
THICKNESS

CAP PLATE
TYPE REMARKS

SC-1 HSS3x3x1/4 3/4" SBP-1,2 OR 3 1/2" SCP-1 OR 2

SC-2 HSS4x4x1/4 3/4" SBP-1,2 OR 3 1/2" SCP-1 OR 2

SC-3 HSS5x5x1/4 3/4" SBP-1,2 OR 3 1/2" SCP-1 OR 2

SC-4 HSS6x6x1/4 1" SBP-1,2 OR 3 1/2" SCP-1 OR 2

SC-5 HSS6x6x5/16 1" SBP-1,2 OR 3 1/2" SCP-1 OR 2

SC-6 HSS7x7x1/4 1" SBP-1,2 OR 3 1/2" SCP-1 OR 2

SC-6 HSS8x8x5/16 1.3/8" SBP-1,2 OR 3 3/4" SCP-1 OR 2

SC-7 HSS8x8x1/4 1.3/8" SBP-1,2 OR 3 3/4" SCP-1 OR 2

SC-8 HSS8x8x5/16 1.3/8" SBP-1,2 OR 3 3/4" SCP-1 OR 2

SC-9 HSS8x8x5/16 1.3/8" SBP-1,2 OR 3 3/4" SCP-1 OR 2 4-1.3/4" DIA HEADED
ANCHOR RODS (26" EMBED)

SC-10 HSS8x8x3/8 1.3/8" SBP-1,2 OR 3 3/4" SCP-1 OR 2

SC-11 HSS8x8x1/2 1.3/8" SBP-1,2 OR 3 3/4" SCP-1 OR 2

SC-12 HSS8x8x1/2 1.3/8" SBP-1,2 OR 3 3/4" SCP-1 OR 2 4-1.3/4" DIA HEADED
ANCHOR RODS (26" EMBED)

SC-13 HSS10x10x5/16 1.3/8" SBP-1,2 OR 3 3/4" SCP-1 OR 2

SC-14 HSS10x10x1/2 1.3/8" SBP-1,2 OR 3 3/4" SCP-1 OR 2

1 UNLESS NOTED OTHERWISE ALL COLUMNS SHALL BE INSTALLED W/ 4-3/4" DIAMETER A.B. W/ 3" (MIN.) HOOKS.
PROJECT ANCHOR BOLTS 3" (MIN.) ABOVE THE TOP OF THE BASE PLATE.  EMBEDMENT SHALL BE 9" (MIN.).  ALL BOLTS
SHALL BE INSTALLED W/ HARDENED WASHERS BENEATH THE NUT.  ANY BOLT HOLES LARGER THAN THE BOLT
DIAMETER PLUS 5/16" SHALL HAVE 5/16" PLATE WASHERS INSTALLED BENEATH THE HARDENED WASHERS.

2 ALL BOLTS IN CAP PLATES SHALL BE 3/4" DIA, A325N BOLTS TYPICAL U.N.O.

3 COLUMN SPLICES SHALL BE LOCATED PER SPLICE DETAILS, TYPICAL, U.N.O.

4 WELDS SHALL NOT BE MADE TO ANCHOR BOLTS.

NO SCALEU-SF602

B5 TYPICAL STEEL BASE PLATES - PLAN VIEW

NO SCALEU-SF602

C5 TYPICAL STEEL CAP PLATES - REFLECTED PLAN VIEW

Addendum 03 2014, June 10



MECHANICAL GENERAL NOTES

1. PROVIDE CD-1 TYPE DIFFUSER, AS SCHEDULED, FOR ALL CEILING
SUPPLY DIFFUSERS UNLESS NOTED OTHERWISE.  SEE DETAIL
1/U-M501.

2. PROVIDE RG-1 TYPE GRILLE, AS SCHEDULED, FOR ALL CEILING
RETURN GRILLES SHOWN AS SUCH.   PROVIDE SIZE 22x22, OR 22x10 WITH
SOUND BOOT FOR UNDUCTED GRILLES.  SEE DETAIL 2/U-M501.

3. PROVIDE EG-1 TYPE GRILLE, AS SCHEDULED, FOR ALL CEILING
EXHAUST GRILLES, SHOWN AS SUCH.

4. PROVIDE BALANCING DAMPERS AT EACH BRANCH TAKE OFF TO
SERVE DIFFUSER OR GRILLE AS WELL AS WHERE INDICATED.

5. COORDINATE EXACT LOCATION OF DUCTS WITH STRUCTURAL
MEMBERS, LIGHTS, REFLECTED CEILING, CABLE TRAY, PLUMBING,
MECHANICAL PIPING, ETC.

6. BRANCH DUCTWORK SHALL BE SIZED TO MATCH THE NECK SIZE OF
THE DIFFUSER, REGISTER OR GRILLE IT SERVES UNLESS NOTED
OTHERWISE.

7. INSTALL HARD ELBOWS AS SHOWN.  HARD ELBOWS ARE REQUIRED
FOR SOUND ATTENUATION.

8. INSTALL EQUIPMENT WITH CLEARANCE PER MANUFACTURER'S
RECOMMENDATIONS.  MAINTAIN PROPER SPACE FOR COIL PULL,
CONTROLS, AND MAINTENANCE ACCESS.

9. INSTALL TURNING VANES IN ALL SQUARE AND RECTANGULAR LOW
PRESSURE DUCTWORK.

10. DETAILS REFERENCE ALL SHEETS.

11. ALL FIRE DAMPERS ARE 1-1/2 HR RATED, UNLESS NOTED OTHERWISE.

12. DO NOT ROUTE DUCTS OR PIPES ABOVE ELECTRICAL PANELS.  DO NOT
ROUTE DUCTS OR PIPES IN ELECTRICAL ROOMS, EXCEPT DUCTS AND
PIPES SERVING THE ROOM.

13. PROVIDE CEILING ACCESS PANELS AS REQUIRED WHERE
MECHANICAL EQUIPMENT, VALVES, VAV BOXES, FIRE DAMPERS, ETC,
ARE LOCATED ABOVE INACCESSIBLE CEILINGS.

SD

A

M101

A

M-101

T

12X12

200

12X12

200

24X10

200

24X10
200

12X12
200

22X22
200

12X12
200

DUCTWORK/GRILLES PIPING PLUMBING LINETYPES LINETYPES CONT.

N

LB/HR.GPM

3-1" SLOTS
@ 48" 400

W R

12/12

6

45° D

FD

FSD

SD

OR

8/8

1.25D

AD

12/8 FO

ATC

CF

AW

AV

HP(NAME)

N20

(NAME)

R

12/8

12ø

UP

DN

12/12 12ø

1.5D

D

12∅ 12/12

HFR

HFS

FOR

FOS

HG

(NAME)

LPG

G(NAME)

GHR

HWR

HWS

E(NAME)

G

MUW

BF

BBD

HPS

MPS

LPS

HPC

LPC

P-1

OX

MA

MA 120

MV

N

C02

CA

LA

LV

B

CR

CS

CHWR

CHWS

IA

IA 120

MPC

1

BDD

SW

OX 120

RS

RL

V

RDO

RD

ROR

F

DI

DIR

RO

FOV

S

T

S

RPBP

EF

1

THERMOSTATIC MIXING VALVE

REDUCED PRESSURE  BACKFLOW

PREVENTOR W/ DRAIN PAN

FUEL OIL VENT

REVERSE OSMOSIS WATER SUPPLY

DEIONIZED WATER RETURN

DEIONIZED WATER SUPPLY

RISE OR DROP

FIRE SPRINKLER WATER

DRAIN PAN AND P-TRAP

FILL PORT

VALVE IN RISE

PRESSURE REDUCING VALVE SELF CONTAINED

COTG

FCO

MEDICAL OXYGEN AT PRESSURE
INDICATED

REVERSE OSMOSIS WATER RETURN

SOFT DOMESTIC WATER

VENT (SEWER)

SEWER (ABOVE GRADE)

SEWER (BELOW GRADE)

ROOF DRAIN OVERFLOW

ROOF DRAIN

VACUUM

PUMPED CONDENSATE

REFRIGERANT LIQUID

REFRIGERANT SUCTION

UNIT HEATER

DUCT SMOKE DETECTOR

4-WAY BLOW
PATTERN

3-WAY BLOW
PATTERN

2-WAY BLOW
PATTERN

2-WAY BLOW
PATTERN

1-WAY BLOW PATTERN

NEGATIVE PRESSURE DUCT - RISE

POSITIVE PRESSURE DUCT - DROP

POSITIVE PRESSURE DUCT - RISE

BACK DRAFT DAMPER

CEILING RETURN AIR GRILE

W/ SOUND BOOT

DOWNSPOUT NOZZLE

ROOF DRAIN

SENSOR

THERMOSTAT

SWITCH

HOSE BIBB

AIR VENT-AUTO

AIR VENT-MANUAL

FLOOR DRAIN

FLOOR SINK

SPRINKLER HEAD

FIRE RISER

BRANCH - TOP CONNECTION

BRANCH - BOTTOM CONNECTION

MEDIUM PRESSURE CONDENSATE

INSTRUMENT AIR AT PRESSURE
INDICATED

INSTRUMENT AIR

CHILLED WATER SUPPLY

CHILLED WATER RETURN

CONDENSER WATER SUPPLY

CONDENSER WATER RETURN

FIXTURE FROM LEVEL ABOVE

BRINE

LAB VACUUM

LAB AIR

COMPRESSED AIR

CARBON DIOXIDE

NITROUS OXIDE

NITROGEN

MEDICAL VACUUM

MEDICAL AIR AT PRESSURE INDICATED

MEDICAL AIR

MEDICAL OXYGEN

HIGH PRESSURE DOMESTIC WATER

ACID VENT

ACID WASTE

KEYED NOTE IDENTIFICATION

EQUIPMENT IDENTIFICATION

DETAIL TAG - TOP FIGURE IS DETAIL NO.
              BOTTOM FIGURE IS SHEET NO.

SECTION TAG - TOP FIGURE IS SECTION NO.
               BOTTOM FIGURE IS SHEET NO.

POINT OF CONNECTION

PLUMBING
FIXTURES

DOMESTIC HOT WATER RETURN

(DHWR)

DOMESTIC HOT WATER (DHW)

DOMESTIC COLD WATER (DCW)

FLOOR CLEAN-OUT
OR CLEAN-OUT TO
GRADE

HOSE
VALVE

FLOW SWITCH

NRS GATE VALVE WITH
SUPERVISION

BRANCH - SIDE CONNECTION

RISER - UP (ELBOW)

RISER - DOWN (ELBOW)

ARROW INDICATES DIRECTION OF FLOW IN
PIPE

NIGHT THERMOSTAT

45° ELBOW

90° ELBOW

CALIBRATED BALANCING
VALVE WITH GPM INDICATED

GLOBE VALVE

CHECK VALVE

GATE VALVE

RELIEF VALVE

ANGLE VALVE

PRESSURE REDUCING VALVE EXTERNAL PRESSURE

SOLENOID  VALVE

FLOW SWITCH

REDUCER

LOW PRESSURE CONDENSATE

HIGH PRESSURE CONDENSATE

LOW PRESSURE STEAM

MEDIUM PRESSURE STEAM

HIGH PRESSURE STEAM

BOILER BLOW DOWN

BOILER FEED WATER

MAKE UP WATER

NATURAL GAS

EXISTING PIPING

HEATING HOT WATER SUPPLY

HEATING HOT WATER RETURN

GLYCOL HEAT RECOVERY PIPING

GLYCOL PIPING SOLUTION

LIQUIFIED PETROLEUM GAS

EXISTING PIPING TO BE
REMOVED

HOT GAS

FUEL OIL SUPPLY

FUEL OIL RETURN

HELICOPTER FUEL SUPPLY

HELICOPTER FUEL RETURN

CHEMICAL FEED

DEMOLITION

TOP FIGURES INDICATE
NECK SIZE. BOTTOM
FIGURE INDICATES CFM.

NEGATIVE PRESSURE DUCT - DROP

ROUND DUCT - RISE

ROUND DUCT - DROP

UNDER FLOOR DUCT

TURNING VANES

FRESH AIR LOUVER

RELIEF AIR OR EXHAUST AIR LOUVER

CEILING SUPPLY DIFFUSER

CEILING RETURN REGISTER

CEILING EXHAUST REGISTER,

(BALANCE TO MATCH SUPPLY IF

RETURN CFM IS NOT SHOWN)

SIDEWALL SUPPLY
REGISTER

SIDEWALL EXHAUST OR
RETURN REGISTER

CEILING SUPPLY DIFFUSER
WITH FLEXIBLE DUCT

CEILING AIR GRILLE WITH
FLEXIBLE DUCT

LINEAR DIFFUSER WITH PLENUM AND FLEXIBLE DUCT
CONNECTION. NO. OF SLOTS & SIZE OF SLOT ON TOP,
ACTIVE LENGTH AND CFM ON BOTTOM

FLEXIBLE DUCT CONNECTION

FLEXIBLE DUCT

FLAT OVAL DUCT WITH NET INSIDE
DIMENSIONS SHOWN IN INCHES.

RECTANGULAR DUCT WITH NET INSIDE
DIMENSIONS SHOWN IN INCHES.

ROUND DUCT WITH NET INSIDE DIMENSIONS
SHOWN IN INCHES.

WITH RESPECT TO AIR FLOW 15°
NOMINAL INCLINE WITH RADIUS
TURNS=DEPTH OF DUCT.

INCLINED RISE

INCLINED DROP

R/W=1. ROUND DUCT SIMILAR TO RECTANGULAR

RECTANGULAR TO RECTANGULAR OR ROUND TO ROUND
DUCT TRANSFORMATION MAXIMUM 15° INCLUDED ANGLE
EXCEPT WHERE SHOWN OTHERWISE.

RECTANGULAR TO ROUND DUCT TRANSFORMATION

BRANCH DUCT SPLIT WITH 6" WIDTH AND MIN.
R=WIDTH OF BRANCH DUCT DOWNSTREAM.
ELBOW TURNING VANE OPTIONAL.

TAP ENTRY AREA EQUALS 150% OF BRANCH AREA

HIGH EFFICIENCY FITTING

MANUAL VOLUME DAMPER

FIRE DAMPER IN DUCT, W/ ACCESS PANEL REQD.

COMBINATION FIRE/SMOKE DAMPER W/ ACCESS PANEL

SMOKE DAMPER W/ ACCESS PANEL

ATC DAMPER

ACCESS PANEL IN DUCT OR PLENUM

HEATING OR COOLING COIL IN DUCT

SINGLE DUCT AIR TERMINAL BOX VARIABLE OR

CONSTANT VOLUME. MIN. 1-1/2 TERMINAL INLET
SIZE STRAIGHT DUCT AT TERMINAL INLET.

LATERAL STRAINER WITH BLOW-OFF VALVE,
PROVIDE HOSE END WITH CAP WHERE DISCHARGE
IS NOT PIPED TO DRAIN

LEGEND OF MECHANICAL SYMBOLS AND ABBREVIATIONS

SHUT OFF VALVE

BALL VALVE

BUTTERFLY VALVE

MOTOR OPERATED BUTTERFLY VALVE

GATE VALVE - NON RISING STEM

PLUG VALVE

ATC - 2 WAY VALVE

ATC - 3 WAY VALVE

S

F&T

F&T=FLOAT  & THERMOSTATIC

VENTURI FLOW METER

FLOW METER ORIFICE

PRESSURE SWITCH

TEMPERATURE AND PRESSURE

TEST PORT

THERMOMETER WELL

THERMOMETER - TEMP RANGE AS INDICATED

PRESSURE GAUGE WITH
SHUT OFF PLUG VALVE

0
-1

0
0
 F

PRESSURE GAUGE WITH PIGTAIL

UNION

FLANGE

ECCENTRIC REDUCER

PIPE CAP

SHUT OFF PLUG VALVE FOR

FOR USE WITH PRESSURE GAUGE

DN

LEADER INDICATES DOWNWORD SLOPE

FLEXIBLE EXPANSION JOINT

ALIGNMENT GUIDE

ANCHOR

VTR

WATER HAMMER ARRESTOR

VENT THRU ROOF

CLEAN-OUT

ANNOTATIONS

FIRE

EQUIPMENT

INLINE PUMP

FAN

INLINE PUMP

ICW

IHW

ISCW

IHWR

INDUSTRIAL SOFT COLD WATER

INDUSTRIAL HOT WATER RETURN

INDUSTRIAL HOT WATER

INDUSTRIAL COLD WATER

LW

LWR

LAB WATER

LAB WATER RETURN

TW

TWR TEMPERED WATER RETURN

TEMPERED WATER

FVS FLUSH VALVE SUPPLY

PC

GPM0.0

A

OR

OR

OR

OR

OR

OR

OR

OR

OR

OR

OR

OR

OR

OR

OR

OR

OR

OR

OR

OR
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MECHANICAL GENERAL NOTES

1. PROVIDE CD-1 TYPE DIFFUSER, AS SCHEDULED, FOR ALL CEILING
SUPPLY DIFFUSERS UNLESS NOTED OTHERWISE.  SEE DETAIL
1/U-M501.

2. PROVIDE RG-1 TYPE GRILLE, AS SCHEDULED, FOR ALL CEILING
RETURN GRILLES SHOWN AS SUCH.   PROVIDE SIZE 22x22, OR 22x10 WITH
SOUND BOOT FOR UNDUCTED GRILLES.  SEE DETAIL 2/U-M501.

3. PROVIDE EG-1 TYPE GRILLE, AS SCHEDULED, FOR ALL CEILING
EXHAUST GRILLES, SHOWN AS SUCH.

4. PROVIDE BALANCING DAMPERS AT EACH BRANCH TAKE OFF TO
SERVE DIFFUSER OR GRILLE AS WELL AS WHERE INDICATED.

5. COORDINATE EXACT LOCATION OF DUCTS WITH STRUCTURAL
MEMBERS, LIGHTS, REFLECTED CEILING, CABLE TRAY, PLUMBING,
MECHANICAL PIPING, ETC.

6. BRANCH DUCTWORK SHALL BE SIZED TO MATCH THE NECK SIZE OF
THE DIFFUSER, REGISTER OR GRILLE IT SERVES UNLESS NOTED
OTHERWISE.

7. INSTALL HARD ELBOWS AS SHOWN.  HARD ELBOWS ARE REQUIRED
FOR SOUND ATTENUATION.

8. INSTALL EQUIPMENT WITH CLEARANCE PER MANUFACTURER'S
RECOMMENDATIONS.  MAINTAIN PROPER SPACE FOR COIL PULL,
CONTROLS, AND MAINTENANCE ACCESS.

9. INSTALL TURNING VANES IN ALL SQUARE AND RECTANGULAR LOW
PRESSURE DUCTWORK.

10. DETAILS REFERENCE ALL SHEETS.

11. ALL FIRE DAMPERS ARE 1-1/2 HR RATED, UNLESS NOTED OTHERWISE.

12. DO NOT ROUTE DUCTS OR PIPES ABOVE ELECTRICAL PANELS.  DO NOT
ROUTE DUCTS OR PIPES IN ELECTRICAL ROOMS, EXCEPT DUCTS AND
PIPES SERVING THE ROOM.

13. PROVIDE CEILING ACCESS PANELS AS REQUIRED WHERE
MECHANICAL EQUIPMENT, VALVES, VAV BOXES, FIRE DAMPERS, ETC,
ARE LOCATED ABOVE INACCESSIBLE CEILINGS.
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EF

1

THERMOSTATIC MIXING VALVE

REDUCED PRESSURE  BACKFLOW

PREVENTOR W/ DRAIN PAN

FUEL OIL VENT

REVERSE OSMOSIS WATER SUPPLY

DEIONIZED WATER RETURN

DEIONIZED WATER SUPPLY

RISE OR DROP

FIRE SPRINKLER WATER

DRAIN PAN AND P-TRAP

FILL PORT

VALVE IN RISE

PRESSURE REDUCING VALVE SELF CONTAINED

COTG

FCO

MEDICAL OXYGEN AT PRESSURE
INDICATED

REVERSE OSMOSIS WATER RETURN

SOFT DOMESTIC WATER

VENT (SEWER)

SEWER (ABOVE GRADE)

SEWER (BELOW GRADE)

ROOF DRAIN OVERFLOW

ROOF DRAIN

VACUUM

PUMPED CONDENSATE

REFRIGERANT LIQUID

REFRIGERANT SUCTION

UNIT HEATER

DUCT SMOKE DETECTOR

4-WAY BLOW
PATTERN

3-WAY BLOW
PATTERN

2-WAY BLOW
PATTERN

2-WAY BLOW
PATTERN

1-WAY BLOW PATTERN

NEGATIVE PRESSURE DUCT - RISE

POSITIVE PRESSURE DUCT - DROP

POSITIVE PRESSURE DUCT - RISE

BACK DRAFT DAMPER

CEILING RETURN AIR GRILE

W/ SOUND BOOT

DOWNSPOUT NOZZLE

ROOF DRAIN

SENSOR

THERMOSTAT

SWITCH

HOSE BIBB

AIR VENT-AUTO

AIR VENT-MANUAL

FLOOR DRAIN

FLOOR SINK

SPRINKLER HEAD

FIRE RISER

BRANCH - TOP CONNECTION

BRANCH - BOTTOM CONNECTION

MEDIUM PRESSURE CONDENSATE

INSTRUMENT AIR AT PRESSURE
INDICATED

INSTRUMENT AIR

CHILLED WATER SUPPLY

CHILLED WATER RETURN

CONDENSER WATER SUPPLY

CONDENSER WATER RETURN

FIXTURE FROM LEVEL ABOVE

BRINE

LAB VACUUM

LAB AIR

COMPRESSED AIR

CARBON DIOXIDE

NITROUS OXIDE

NITROGEN

MEDICAL VACUUM

MEDICAL AIR AT PRESSURE INDICATED

MEDICAL AIR

MEDICAL OXYGEN

HIGH PRESSURE DOMESTIC WATER

ACID VENT

ACID WASTE

KEYED NOTE IDENTIFICATION

EQUIPMENT IDENTIFICATION

DETAIL TAG - TOP FIGURE IS DETAIL NO.
              BOTTOM FIGURE IS SHEET NO.

SECTION TAG - TOP FIGURE IS SECTION NO.
               BOTTOM FIGURE IS SHEET NO.

POINT OF CONNECTION

PLUMBING
FIXTURES

DOMESTIC HOT WATER RETURN

(DHWR)

DOMESTIC HOT WATER (DHW)

DOMESTIC COLD WATER (DCW)

FLOOR CLEAN-OUT
OR CLEAN-OUT TO
GRADE

HOSE
VALVE

FLOW SWITCH

NRS GATE VALVE WITH
SUPERVISION

BRANCH - SIDE CONNECTION

RISER - UP (ELBOW)

RISER - DOWN (ELBOW)

ARROW INDICATES DIRECTION OF FLOW IN
PIPE

NIGHT THERMOSTAT

45° ELBOW

90° ELBOW

CALIBRATED BALANCING
VALVE WITH GPM INDICATED

GLOBE VALVE

CHECK VALVE

GATE VALVE

RELIEF VALVE

ANGLE VALVE

PRESSURE REDUCING VALVE EXTERNAL PRESSURE

SOLENOID  VALVE

FLOW SWITCH

REDUCER

LOW PRESSURE CONDENSATE

HIGH PRESSURE CONDENSATE

LOW PRESSURE STEAM

MEDIUM PRESSURE STEAM

HIGH PRESSURE STEAM

BOILER BLOW DOWN

BOILER FEED WATER

MAKE UP WATER

NATURAL GAS

EXISTING PIPING

HEATING HOT WATER SUPPLY

HEATING HOT WATER RETURN

GLYCOL HEAT RECOVERY PIPING

GLYCOL PIPING SOLUTION

LIQUIFIED PETROLEUM GAS

EXISTING PIPING TO BE
REMOVED

HOT GAS

FUEL OIL SUPPLY

FUEL OIL RETURN

HELICOPTER FUEL SUPPLY

HELICOPTER FUEL RETURN

CHEMICAL FEED

DEMOLITION

TOP FIGURES INDICATE
NECK SIZE. BOTTOM
FIGURE INDICATES CFM.

NEGATIVE PRESSURE DUCT - DROP

ROUND DUCT - RISE

ROUND DUCT - DROP

UNDER FLOOR DUCT

TURNING VANES

FRESH AIR LOUVER

RELIEF AIR OR EXHAUST AIR LOUVER

CEILING SUPPLY DIFFUSER

CEILING RETURN REGISTER

CEILING EXHAUST REGISTER,

(BALANCE TO MATCH SUPPLY IF

RETURN CFM IS NOT SHOWN)

SIDEWALL SUPPLY
REGISTER

SIDEWALL EXHAUST OR
RETURN REGISTER

CEILING SUPPLY DIFFUSER
WITH FLEXIBLE DUCT

CEILING AIR GRILLE WITH
FLEXIBLE DUCT

LINEAR DIFFUSER WITH PLENUM AND FLEXIBLE DUCT
CONNECTION. NO. OF SLOTS & SIZE OF SLOT ON TOP,
ACTIVE LENGTH AND CFM ON BOTTOM

FLEXIBLE DUCT CONNECTION

FLEXIBLE DUCT

FLAT OVAL DUCT WITH NET INSIDE
DIMENSIONS SHOWN IN INCHES.

RECTANGULAR DUCT WITH NET INSIDE
DIMENSIONS SHOWN IN INCHES.

ROUND DUCT WITH NET INSIDE DIMENSIONS
SHOWN IN INCHES.

WITH RESPECT TO AIR FLOW 15°
NOMINAL INCLINE WITH RADIUS
TURNS=DEPTH OF DUCT.

INCLINED RISE

INCLINED DROP

R/W=1. ROUND DUCT SIMILAR TO RECTANGULAR

RECTANGULAR TO RECTANGULAR OR ROUND TO ROUND
DUCT TRANSFORMATION MAXIMUM 15° INCLUDED ANGLE
EXCEPT WHERE SHOWN OTHERWISE.

RECTANGULAR TO ROUND DUCT TRANSFORMATION

BRANCH DUCT SPLIT WITH 6" WIDTH AND MIN.
R=WIDTH OF BRANCH DUCT DOWNSTREAM.
ELBOW TURNING VANE OPTIONAL.

TAP ENTRY AREA EQUALS 150% OF BRANCH AREA

HIGH EFFICIENCY FITTING

MANUAL VOLUME DAMPER

FIRE DAMPER IN DUCT, W/ ACCESS PANEL REQD.

COMBINATION FIRE/SMOKE DAMPER W/ ACCESS PANEL

SMOKE DAMPER W/ ACCESS PANEL

ATC DAMPER

ACCESS PANEL IN DUCT OR PLENUM

HEATING OR COOLING COIL IN DUCT

SINGLE DUCT AIR TERMINAL BOX VARIABLE OR

CONSTANT VOLUME. MIN. 1-1/2 TERMINAL INLET
SIZE STRAIGHT DUCT AT TERMINAL INLET.

LATERAL STRAINER WITH BLOW-OFF VALVE,
PROVIDE HOSE END WITH CAP WHERE DISCHARGE
IS NOT PIPED TO DRAIN

LEGEND OF MECHANICAL SYMBOLS AND ABBREVIATIONS

SHUT OFF VALVE

BALL VALVE

BUTTERFLY VALVE

MOTOR OPERATED BUTTERFLY VALVE

GATE VALVE - NON RISING STEM

PLUG VALVE

ATC - 2 WAY VALVE

ATC - 3 WAY VALVE

S

F&T

F&T=FLOAT  & THERMOSTATIC

VENTURI FLOW METER

FLOW METER ORIFICE

PRESSURE SWITCH

TEMPERATURE AND PRESSURE

TEST PORT

THERMOMETER WELL

THERMOMETER - TEMP RANGE AS INDICATED

PRESSURE GAUGE WITH
SHUT OFF PLUG VALVE

0
-1

0
0
 F

PRESSURE GAUGE WITH PIGTAIL

UNION

FLANGE

ECCENTRIC REDUCER

PIPE CAP

SHUT OFF PLUG VALVE FOR

FOR USE WITH PRESSURE GAUGE

DN

LEADER INDICATES DOWNWORD SLOPE

FLEXIBLE EXPANSION JOINT

ALIGNMENT GUIDE

ANCHOR

VTR

WATER HAMMER ARRESTOR

VENT THRU ROOF

CLEAN-OUT

ANNOTATIONS

FIRE

EQUIPMENT

INLINE PUMP

FAN

INLINE PUMP

ICW

IHW

ISCW

IHWR

INDUSTRIAL SOFT COLD WATER

INDUSTRIAL HOT WATER RETURN

INDUSTRIAL HOT WATER

INDUSTRIAL COLD WATER
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LWR

LAB WATER

LAB WATER RETURN

TW
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 1/8" = 1'-0" A5Basement Mechanical Plan

SHEET KEYNOTES
1 BELOW GRADE DUCT. SEE MECHANICAL SPECIFICATIONS

FOR BELOW GRADE DUCT SCHEDULE. COORDINATE DUCT
WITH FOOTINGS AND FOUNDATIONS.

2 EXTEND DRYER VENT THROUGH EXTERIOR WALL AS
SHOWN, AND TERMINATE WITH DRYER VENT CAP.

3 PLUMBING EQUIPMENT. SEE PLUMBING DRAWINGS.

4 RETURN AIR DUCT TO BE OPEN FROM ABOVE.

5 TRANSITION TO RECTANGULAR DUCT ABOVE GRADE.

N

Addendum 03 06/10/14
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 1/8" = 1'-0" A5First Floor Mechanical Plan - Area A

SHEET KEYNOTES
1 CONNECT OUTSIDE AIR DUCT TO OUTSIDE AIR LOUVER. SEE

ARCHITECTURAL DRAWINGS FOR LOUVER DETAILS. SEAL
AIR TIGHT.

2 PROVIDE OPENING FOR RETURN AIR ABOVE CEILING. SIZE
OF OPENING AS INDICATED.

3 RETURN DUCT SHALL RUN BETWEEN STRUCTURE.

4 EXTEND 4"Ø DRYER VENT THROUGH ROOF.

5 ROUTE EXHAUST DUCT FROM CONCESSION 104 EXHAUST
FAN UP THE BACK SIDE OF ELEVATOR SHAFT TO THE
EXTERIOR WALL WHERE THE SECOND LEG OF THE SPIRAL
STAIR IS ABOVE CONTROL BOOTH 202.

6 PROVIDE AND INSTALL EBTRON FLOW STATION. EBTRON TO
BE PROVIDE BY ATC.

7 PROVIDE AND INSTALL MOTORIZED DAMPER. DAMPER
SHALL BE PROVIDE BY ATC.

8 INTERLOCK PAINT BOOTH EXHAUST FAN (PROVIDED BY
OTHERS WITH MAKE-UP AIR SYSTEM (FLOW STATION,
MOTORIZED DAMPER, AND DUCT COIL).

N

Addendum 03 06/10/14

Addendum 04 06/17/14

Addendum 05 06/20/14

Addendum 06 06/25/14
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Bid Documents

 1/8" = 1'-0" A5First Floor Mechanical Plan - Area B

SHEET KEYNOTES
1 PROVIDE AND INSTALL FLEXIBLE DUCT AT EXPANSION

JOINT.

2 PROVIDE OPENING FOR RETURN AIR ABOVE CEILING. SIZE
OF OPENING AS INDICATED.

3 EXTEND EXHAUST DUCT UP THROUGH ROOF.
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28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5First Floor Mechanical Plan - Area C
 1/8" = 1'-0" A3First Floor Mechanical Plan - Area C  ALTERNATE 1

SHEET KEYNOTES
1 SEE SHEET U-M402 FOR CONTINUATION OF DUCT.

2 CAP END OF EXHAUST DUCT FOR FUTURE CONNECTION.

3 CONNECT EXHAUST DUCT TO DUCT AS SHOWN ON BASE
BID.

4 PROVIDE OPENING FOR RETURN AIR ABOVE CEILING. SIZE
OF OPENING AS INDICATED.

5 INSTALLATION OF RESTROOM VAV BOX, DUCTWORK, AND
DIFFUSERS SHALL BE PART OF BASE BID ONLY. DO NOT
INCLUDE AS PART OF ALTERNATE.
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Bid Documents

 1/8" = 1'-0" A5Second Floor Mechanical Plan - Area A

SHEET KEYNOTES
1 EXTEND BOILER FLUES THROUGH ROOF. INSTALL PER

MANUFACTURERS INSTRUCTIONS.

2 EXTEND BOILER COMBUSTION AIR VENTS THROUGH ROOF.
INSTALL PER MANUFACTURERS INSTRUCTIONS.

3 PROVIDE AND INSTALL FIRE RATED WRAP ON BOILER FLUES
AND COMBUSTION AIR VENTS IN SHAFT, TYPICAL.

4 PLENUM SPACE ABOVE 2nd FLOOR SHALL BE OPEN FOR
RETURN AIR.

5 EXTEND EXHAUST DUCT UP THROUGH ROOF.

6 PROVIDE AND INSTALL WALL LOUVER ON BACKSIDE OF
ARCHITECTURAL LOUVER SEAL AIR TIGHT. COORDINATE
WITH ARCHITECTURAL DRAWINGS.

7 ROUTE EXHAUST DUCT FROM CONCESSION 104 EXHAUST
FAN UP THE BACK SIDE OF ELEVATOR SHAFT TO THE
EXTERIOR WALL WHERE THE SECOND LEG OF THE SPIRAL
STAIR IS ABOVE CONTROL BOOTH 202.
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DFCM project no:
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Second Floor
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12218730

Bid Documents

 1/8" = 1'-0" A5Second Floor Mechanical Plan - Area B

SHEET KEYNOTES
1 PROVIDE AND INSTALL DOUBLE WALL DUCT WITH 1"

ACOUSTICAL INSULATION AND PERFORATED INNER LINING.

2 RETURN AIR DUCT TO BE OPEN FROM ABOVE.

3 TRANSITION DUCT TO SIZE SHOWN TO GET PAST
STRUCTURAL FRAMING.
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Second Floor
Mech Plan - Area C
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28 May 2014
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Bid Documents

 1/8" = 1'-0" A5Second Floor Mechanical Plan - Area C
 1/8" = 1'-0" A3Second Floor Mechanical Plan - Area C  ALTERNATE 1

SHEET KEYNOTES
1 PROVIDE AND INSTALL DOUBLE WALL DUCT WITH 1"

ACOUSTICAL INSULATION AND PERFORATED INNER LINING.

2 RETURN AIR DUCT TO BE OPEN FROM ABOVE.

3 PROVIDE AND INSTALL MOTORIZED DAMPER. DAMPER
SHALL BE PROVIDE BY ATC.

4 PROVIDE AND INSTALL EBTRON FLOW STATION. EBTRON TO
BE PROVIDE BY ATC.

5 VAV BOX SERVING ELECTRICAL ROOM 250 SHALL BE PART
OF THE BASE BID ONLY. DO NOT INCLUDE VAV BOX,
ASSOCIATED DUCTWORK, DIFFUSERS, ETC AS PART OF
ALTERNATE.

NN
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DFCM project no:

Revisions

Basement Piping
Plan

U-MP100

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5Basement Mechanical Piping Plan
N

SHEET KEYNOTES
1 EXTEND REFRIGERANT PIPING FROM INDOOR UNIT AND

BELOW GRADE TO OUTDOOR UNIT. SIZE AND INSTALL
REFRIGERANT PIPING PER MANUFACTURERS
RECOMMENDATIONS.

2 EXTEND CONDENSATE DRAIN LINE AND TERMINATE ABOVE
NEAREST FLOOR DRAIN.
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DFCM project no:

Revisions

First Floor Piping
Plan - Area A

U-MP101A

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5First Floor Mechanical Piping Plan - Area A

SHEET KEYNOTES
1 EXTEND REFRIGERANT PIPING FROM INDOOR UNIT UP

THROUGH ROOF TO OUTDOOR UNIT. SIZE AND INSTALL
REFRIGERANT PIPING PER MANUFACTURERS
RECOMMENDATIONS.

2 EXTEND CONDENSATE DRAIN LINE FROM INDOOR UNIT AND
DAYLIGHT THROUGH EXTERIOR WALL.

3 SEE SHEET U-MP100A FOR CONTINUATION.

4 BELOW GRADE PIPING.

5 PROVIDE CO2 MONITORING IN HIGH DENSELY OCCIPIED
SPACES AS SHOWN. MONITOR AND PROVIDE ALARM IF
ACCEPTABLE CO2 LEVELS ARE EXCEEDED. TYPICAL OF ALL.

N

Addendum 04 06/17/14
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DFCM project no:

Revisions

First Floor Piping
Plan - Area B

U-MP101B

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5First Floor Mechanical Piping Plan - Area B

N

SHEET KEYNOTES
1 PROVIDE CO2 MONITORING IN HIGH DENSELY OCCIPIED

SPACES AS SHOWN. MONITOR AND PROVIDE ALARM IF
ACCEPTABLE CO2 LEVELS ARE EXCEEDED. TYPICAL OF ALL.

2 EXTEND REFRIGERANT PIPING FROM INDOOR UNIT,
THROUGH ROOF TO OUTDOOR UNIT. SIZE AND INSTALL
REFRIGERANT PIPING PER MANUFACTURERS
INSTRUCTIONS.

3 EXTEND CONDENSATE DRAIN LINE OUT EXTERIOR WALL.

4 PROVIDE AND INSTALL DIFFERENTIAL PRESSURE SENSOR.

Addendum 04 06/17/14
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DFCM project no:

Revisions

First Floor Piping
Plan - Area C

U-MP101C

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5First Floor Mechanical Piping Plan - Area C
 1/8" = 1'-0" A3First Floor Mechanical Piping Plan - Area C ALTERNATE 1

SHEET KEYNOTES
1 CONNECT TO HOT WATER PIPES AT LOCATION SHOWN IN

BASE BID.

2 SEE SHEET U-M402 FOR CONTINUATION.

3 PROVIDE CO2 MONITORING IN HIGH DENSELY OCCIPIED
SPACES AS SHOWN. MONITOR AND PROVIDE ALARM IF
ACCEPTABLE CO2 LEVELS ARE EXCEEDED. TYPICAL OF ALL.

4 INSTALLATION OF RESTROOM VAV BOX, DUCTWORK, AND
DIFFUSERS SHALL BE PART OF BASE BID ONLY. DO NOT
INCLUDE AS PART OF ALTERNATE.

NN

Addendum 03 06/10/14
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DFCM project no:

Revisions

Second Floor
Piping Plan - Area
A

U-MP102A

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5Second Floor Mechanical Piping Plan - Area A

SHEET KEYNOTES
1 EXTEND REFRIGERANT PIPING FROM INDOOR UNIT UP

THROUGH ROOF TO OUTDOOR UNIT. SIZE AND INSTALL
REFRIGERANT PIPING PER MANUFACTURERS
RECOMMENDATIONS.

2 EXTEND CONDENSATE DRAIN LINE FROM INDOOR UNIT AND
DAYLIGHT THROUGH EXTERIOR WALL.

3 PROVIDE AND INSTALL SHUT-OFF VALVES, TYPICAL

N
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DFCM project no:

Revisions

Second Floor
Piping Plan - Area
B

U-MP102B

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5Second Floor Mechanical Piping Plan - Area B
N

SHEET KEYNOTES
1 PROVIDE CO2 MONITORING IN HIGH DENSELY OCCIPIED

SPACES AS SHOWN. MONITOR AND PROVIDE ALARM IF
ACCEPTABLE CO2 LEVELS ARE EXCEEDED. TYPICAL OF ALL.

2 PROVIDE AND INSTALL SHUT-OFF VALVES, TYPICAL
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 1/8" = 1'-0" A5Second Floor Mechanical Piping Plan - Area C
 1/8" = 1'-0" A3Second Floor Mechanical Piping Plan - Area C  ALTERNATE 1

SHEET KEYNOTES
1 SEE SHEET U-MP101C FOR THERMOSTAT LOCATION.

2 CONNECT TO HOT WATER PIPES AT LOCATION SHOWN IN
BASE BID.

3 EXTEND CONDENSATE DRAIN LINE FROM INDOOR SPLIT
SYSTEM AND TERMINATE ABOVE NEAREST FLOOR DRAIN IN
MECHANICAL ROOM.

NN



2

1

3

GENERAL NOTES

1. COORDINATE EXACT LOCATION OF BURRIED PIPING WITH ALL OTHER

UTILITIES, EXISTING CONDITIONS, ETC.

KEYED NOTES

1. CAP ENDS OF CHILLED WATER PIPING FOR FUTURE USE. PROVIDE AND

INSTALL VALVE BOX WITH SHUT-OFF VALVES.

2. EXTEND AND CONNECT CHILLED WATER PIPING FROM SUMA BUILDING.

FIELD VERIFY.

3. SEE MECHANICAL PIPING DRAWINGS FOR CONTINUATION.
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 1" = 30'-0" A5Mechanical Site Plan
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 1/4" = 1'-0" A5Large scale Basement Mechanical Room Plan
 1/4" = 1'-0" A3Large Scale Second Floor Mechanical Room Plan - Area B

 1/4" = 1'-0" D2Large Scale Second Floor Mechanical Room Plan - Area A

SHEET KEYNOTES
1 PROVIDE AND INSTALL 4" CONCRETE HOUSEKEEPING PAD.

2 PLUMBING EQUIPMENT. SEE PLUMBING DRAWINGS.

3 PROVIDE AND INSTALL OUTSIDE AIRFLOW MEASURING
STATION.

4 PROVIDE AND INSTALL FIRE SMOKE DAMPER AT SHAFT
PENETRATION.

5 ENCLOSE RELIEF FAN ARRAY WITH CASING FROM 16 GAUGE
POWDER COATED STEEL, 4 INCH MINIMUM THICK ACOUSTIC
THERMAL PANELS. SEE DETAIL FOR MORE INFORMATION.

6 PROVIDE AND INSTALL RELIEF AIR AOUND BOOT WITH
TURNING VANES AS SHOWN.

7 PROVIDE AND INSTALL WALL LOUVER ON BACK SIDE OF
ARCHITECTURAL LOUVER. SEAL AIR TIGHT. COORDINATE
WITH ARCHITECTURAL DRAWINGS.

8 PROVIDE AND INSTALL SHUT-OFF VALVES, TYPICAL

9 PROVIDE AND INSTALL DIFFERENTIAL PRESSURE SENSOR.
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Addendum 03 06/10/14

Addendum 04 06/17/14
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 1/4" = 1'-0" A5Large Scale Second Floor Mechanical Room Plan - Area C

 1/4" = 1'-0" C5Large Scale Second Floor Mechanical Room Plan - Area C  ALTERNATE 1

SHEET KEYNOTES
1 PROVIDE AND INSTALL 4" CONCRETE HOUSEKEEPING PAD.

2 PROVIDE AND INSTALL WALL LOUVER ON BACKSIDE OF
ARCHITECTURAL LOUVER. SEAL AIR TIGHT. COORDINATE
WITH ARCHITECTURAL DRAWINGS.

3 CAP ENDS OF PIPES FOR FUTURE PIPE CONNECTION.
PROVIDE AMD INSTALL SHUT OFF VALVES ON BRANCH
PIPING.

4 EXHAUST DUCT SHALL CONNECT TO TOP 8" OF RELIEF
LOUVER.

5 CONNECT TO CHILLED WATER AND HOT WATER PIPES AT
LOCATION SHOWN IN BASE BID.

6 PROVIDE AND INSTALL OUTSIDE AIRFLOW MEASURING
STATION.

7 EXTEND AND CONNECT OUTSIDE AIR DUCT TO WALL
LOUVER SHOWN ON BASE BID.

8 PROVIDE AND INSTALL WALL LOUVER  FOR FUTURE
CONNECTION TO FUTURE AIR HANDLER. BLANK OFF
LOUVER WITH SHEET METAL.

9 PROVIDE AND INSTALL HEAT TRACE ON CONDENSER
WATER SUPPLY AND RETURN PIPING LOCATED OUTDOORS.
HEAT TRACE TO BE RAYCHEM XL-TRACE, 5 W PER LINER
FOOT. COORDINATE WITH ELECTRICAL.

10 CHILLER EMERGANCY SHUTDOWN SWITCH.

11 PROVIDE AND INSTALL TWO ATC DAMPERS AT 48"x24"
OUTSIDE AIR LOUVER. PROVIDE AND INSTALL 48"x6 ATC
DAMPER AND INTERLOCK WITH EXHAUST FAN EF-7.
PROVIDE AND INSTALL 48"x18" ATC DAMPER AND
INTERLOCK WITH EXHAUST FAN EF-8.

12 PROVIDE AND INSTALL 4" CONCRETE HOUSEKEEPING PAD.

13 SEE MECHANICAL SITE PLAN FOR CONTINUATION.

14 PROVIDE AND INSTALL AUTOMATIC CHANGE OVER VALVES,
TYPICAL.

15 EXTEND REFRIGERANT PIPING FROM INDOOR SPLIT
SYSTEM TO OUTDOOR SPLIT SYSTEM UNIT. SIZE AND
INSTALL REFRIGERANT PIPING PER MANUFACTURERS
RECOMMENDATIONS.

16 EXTEND REFRIGERANT PIPING FROM INDOOR UNIT AND
BELOW GRADE TO OUTDOOR UNIT. SIZE AND INSTALL
REFRIGERANT PIPING PER MANUFACTURERS
RECOMMENDATIONS.

17 PROVIDE AND INSTALL 6" CONCRETE HOUSEKEEPING PAD.

18 EXTEND DUCT TO WITHIN 12" OF FINISHED FLOOR. EXHAUST
DUCT SHALL BE OPEN ON BOTTOM.

19 INSTALLATION OF VAV BAX, DUCTWORK, DIFFUSERS,
PIPING, ETC., SHALL BE PART OF BASE BID ONLY. DO NOT
INCLUDE EQUIPMENT AS PART OF ALTERNATE.

20 ALL EQUIPMENT, PIPING, ETC., SHOWN INSIDE OF MODULAR
CHILLER PLANT SHALL BE FACTORY INSTALLED.
CONTRACTOR TO CONNECT TO PIPE CONNECTIONS AT
LOCATIONS SHOWN PENETRATING THE MCP.

N

N

 1/4" = 1'-0" A2Large Scale Chiller Room Plan
N
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 1/8" = 1'-0" A5Basement Plumbing Plan
N

SHEET KEYNOTES
1 SEE CIVIL PLAN FOR SITE UTILITY CONTINUATION.

2 2" COLD WATER LINE BELOW GRADE TO COOLING TOWER
CT-1.

3 PROVIDE AND INSTALL 2 LBS. TO 4 OZ. PRESSURE
REGULATOR WITH VENT LIMITING DEVICE. (REGULATOR
NOT SHOWN) PROVIDE SHUT OFF VALVE AND UNION.

4 COMPRESSED AIR PIPING TO AIR COMPRESSOR. AIR
COMPRESSOR PROVIDED BY OWNER.

5 VENT PIPING BELOW GRADE.

6 CONNECT TO GUTTER DOWNSPOUT ABOVE. ROUTE RD PIPE
BELOW GRADE TO ELEVATION SHOWN. ROUTE PIPE
HORIZONTALLY FOR 5 FEET. CIVIL TO CONNECT PIPE TO
STORM DRAIN SYSTEM. COORDINATE GUTTER DOWNSPOUT
SIZE WITH ARCHITECT.
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Addendum 04 06/17/14

Addendum 05 06/20/14

Addendum 06 06/25/14
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DFCM project no:

Revisions

First Floor
Plumbing Plan -
Area A

U-P101A

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5First Floor Plumbing Plan - Area A

N

SHEET KEYNOTES
1 GAS PRESSURE TO BE REDUCED TO 2 PSI AFTER METER.

2 NATURAL GAS SEISMIC SHUT-OFF VALVE WITH BYPASS.

3 PROVIDE AND INSTALL 2 LBS. TO 4 OZ. PRESSURE
REGULATOR WITH VENT LIMITING DEVICE. (REGULATOR
NOT SHOWN) PROVIDE SHUT OFF VALVE AND UNION.

4 2" COLD WATER LINE BELOW GRADE TO COOLING TOWER
CT-1.

5 DOUBLE CHECK VALVE.

6 DROP CT-1 MAKE-UP WATER AND DRAIN LINES TO FLOOR
DRAIN.

7 SEE CIVIL PLAN FOR SITE UTILITY CONTINUATION.

8 1 1/2" DCW LINE BELOW GRADE TO CONCESSIONS 104.

9 PAINT BOOTH, FIRE SPRINKLER PIPING TO HAVE
SUPERVISED CONTROL VALVE TO SPRINKLER(S).
SPRINKLERS ARE TO HAVE PROTECTIVE COVERING.

10 ROOF DRAIN VERTICAL PIPE TO DROP IN WALL ALONG
NORTH SIDE OF STRUCTURAL COLUMN.

11 ROOF DRAIN OVERFLOW VERTICAL PIPE TO DROP TIGHTLY
IN CORNER INSIDE ARCHITECTURAL SHAFT. COORDINATE
EXACT SHAFT LOCATION WITH ARCHITECT.

12 CONNECT TO GUTTER DOWNSPOUT ABOVE. ROUTE RD PIPE
BELOW GRADE TO ELEVATION SHOWN. ROUTE PIPE
HORIZONTALLY FOR 5 FEET. CIVIL TO CONNECT PIPE TO
STORM DRAIN SYSTEM. COORDINATE GUTTER DOWNSPOUT
SIZE WITH ARCHITECT.

Addendum 03 06/10/14

Addendum 04 06/17/14

Addendum 05 06/20/14

Addendum 06 06/25/14
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DFCM project no:
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First Floor
Plumbing Plan -
Area B

U-P101B

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5First Floor Plumbing Plan - Area B

N

SHEET KEYNOTES
1 SEE CIVIL PLAN FOR SITE UTILITY CONTINUATION.

2 ROOF DRAIN VERTICAL PIPE TO DROP TIGHTLY IN CORNER

THROUGH ARCHITECTURAL SHAFT. COORDINATE EXACT

SHAFT LOCATION WITH ARCHITECT.
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Addendum 05 06/20/14

Addendum 06 06/25/14
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DFCM project no:

Revisions

First Floor
Plumbing Plan -
Area C

U-P101C

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5First Floor Plumbing Plan - Area C
 1/8" = 1'-0" A3First Floor Plumbing Plan - Area C  ALTERNATE 1

NN

SHEET KEYNOTES
1 SEE CIVIL PLAN FOR SITE UTILITY CONTINUATION.

2 INSTALL BELOW GRADE WASTE PIPING AS SHOWN AND CAP

FOR FUTURE USE.

3 ROOF DRAIN PIPE TO DROP THIGHTLY IN CORNER.

COORDINATE EXACT LOCATION WITH SHAFT LOCATION IN

ARCHITECTURAL ALTERNATE 1.

Addendum 03 06/10/14

Addendum 04 06/17/14
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 1/8" = 1'-0" A5Second Floor Plumbing Plan - Area A
N

SHEET KEYNOTES
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DFCM project no:

Revisions

Second Floor
Plumbing Plan -
Area B

U-P102B

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5Second Floor Plumbing Plan - Area B
N

SHEET KEYNOTES
1 ROOF DRAIN VERTICAL PIPE TO DROP TIGHTLY IN CORNER

THROUGH ARCHITECTURAL SHAFT. COORDINATE EXACT

SHAFT LOCATION WITH ARCHITECT.

2 COORDINATE EXACT RD PIPING DROP WITH DUCTWORK.

3 VENT PIPING BELOW FLOOR.

Addendum 03 06/10/14

Addendum 04 06/17/14

Addendum 05 06/20/14



1

2

3

4

5

6

7

9

S

T

U

V

8

S.2

S.1

FD-2

3" W DN

STUDIO THEATRE SUPPORT

249

ELEC

250

COMM

251

MECHANICAL ROOM

252

6" 8"

8" RDDN

6"

8"

8" RDODN

6" RD

6" RDO

6" RD

6" RDO

6" RD

6" RDO UP

UP

UP

UP

UP

UP

4" RD4" RD

4" RD 4" RD

UPUP

DN DN

11

2 2

FD-2

FD-2

2" V

4" VTR

3

1

2

3

4

5

6

7

9

S

T

U

V

8

S.2

S.1

STUDIO THEATRE

180

CORRIDOR

249A

CONTROL ROOM

249B

RECORDING BOOTH

249C

RECORDING WORKSTATION

249D

ELEC

250

COMM

251

MECHANICAL ROOM

252

L
I
C

E
N

S
E

D

PROFESS IONA
L

E
N

G
I
N

E
E

R

No. 189989

S

T
A

T E OF U T
A

H

STEVEN T.

SHEPHERD

05-28-14

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

Second Floor
Plumbing Plan -
Area C

U-P102C

28 May 2014

12218730

Bid Documents

 1/8" = 1'-0" A5Second Floor Plumbing Plan - Area C
 1/8" = 1'-0" A3Second Floor Plumbing Plan - Area C  ALTERNATE 1

NN

SHEET KEYNOTES
1 COORDINATE EXACT RD PIPING DROP WITH DUCTWORK.

2 ROOF DRAIN VERTICAL PIPE TO DROP TIGHTLY IN CORNER

THROUGH ARCHITECTURAL SHAFT. COORDINATE EXACT

SHAFT LOCATION WITH ARCHITECT.

3 VENT PIPING BELOW FLOOR.

Addendum 03 06/10/14

Addendum 04 06/17/14
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DFCM project no:

Revisions

Roof Plumbing
Plan

U-P103

28 May 2014

12218730

Bid Documents

 1/16" = 1'-0" A5Roof Plumbing Plan
N

SHEET KEYNOTES
1 ROOF DRAINS INSTALLED BENEATH PAVERS.

Addendum 04 06/17/14

Addendum 05 06/20/14

Addendum 06 06/25/14
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date:

DFCM project no:

Revisions

Large Scale
Plumbing Plans

U-P401

28 May 2014

12218730

Bid Documents

 1/4" = 1'-0" C2Large Scale Restroom 112/113 Plumbing Plan - Area A

SHEET KEYNOTES
1 WATER HAMMER ARRESTOR. SEE SPECIFICATION.

2 DCW AND DHW DRAWN IN LOCATIONS SHOWN FOR
CLARITY. ACTUAL INSTALLED LOCATION SHALL BE IN
PLUMBING CHASE. PIPING TO BE INSTALLED HIGH IN
PLUMBING CHASE, TO ALLOW ACCESS INTO CHASE,
TYPICAL.

3 PIPING TO BE INSTALLED HIGH IN PLUMBING CHASE, TO
ALLOW ACCESS INTO CHASE, TYPICAL.

4 EXTEND AND CONNECT VENT TO EXISTING VENT PIPING IN
WOMEN'S RESTROOM 170.

5 EXTEND AND CONNECT DCW, DHW, AND DHWR LINES TO
EXISTING CAQPPED WATER PIPES IN CORRIDOR.

6 PROVIDE AND INSTALL 2 LBS. TO 4 OZ. PRESSURE
REGULATOR WITH VENT LIMITING DEVICE. (REGULATOR
NOT SHOWN) PROVIDE SHUT OFF VALVE AND UNION.

7 HOSE BIB LOCATED BELOW LAVATORY. COORDINATE
EXACT MOUNTING HEIGHT WITH ARCHITECT.

8 VENT PIPING BELOW GRADE.

9 OVERSIZE WATER HEATER INTAKE AIR AND EXHAUST FLUE
PIPES TO 4" DIAMETER. ROUTE INTAKE AIR AND EXHAUST
FLUE PIPING ALONG SAME ROUT AS BOILER INTAKE AND
EXHAUST DUCTS. TERMINATE WATER HEATER INTAKE AIR
PIPES THROUGH ROOF NEAR BOILER INTAKE AIR PIPES.
TERMINATE WATER HEATER EXHAUST FLUE PIPES
THROUGH ROOF NEAR BOILER EXHAUST FLUE DUCTS.
TYPICAL.

10 3/4" COLD WATER LINE FOR SODA DISPENSER. ROUGH-IN
PROVIDE SHUT OFF VALVE AND CAP. SEE ARCHITECTURAL
PLANS.

11 1" DCW MAKE UP LINE TO AIR SEPARATOR AS-1. SEE
MECHANICAL SHEET U-M401.

12 RAISE 1" DCW PIPE AND 3/4" DHW PIPE FROM BELOW
COUNTER UP THROUGH WALL AND INTO CEILING SPACE.

13 RAISE 1 1/2" DCW LINE FROM BELOW GRADE AND ROUTE
BENEATH COUNTER.

14 SEE ARCHITECTURAL DRAWINGS FOR CONCESSIONS
EQUIPMENT LAYOUT AND PLUMBING REQUIREMENTS.

 1/4" = 1'-0" A6Large Scale Restroom 169/170 Plumbing Plan - Area C

 1/4" = 1'-0" C5Large Scale Dressing Room 177A/177B/177C Plumbing Plan - Area C  ALTERNATE 1

 1/4" = 1'-0" A2Large Scale Concessions 104 Plumbing Plan - Area A
 1/4" = 1'-0" A4Large Scale Mechanical Room Plumbing Plan

NNN

N

N

Addendum 03 06/10/14

Addendum 04 06/17/14

Addendum 05 06/20/14

Addendum 06 06/25/14
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date:

DFCM project no:

Revisions

Large Scale
Plumbing Plans

U-P402

28 May 2014

12218730

Bid Documents

 1/4" = 1'-0" C5Large Scale Women's Restroom 208 Plumbing Plan - Area A

 1/4" = 1'-0" A5Large Scale Men's Restroom 209 Plumbing Plan - Area A

 1/4" = 1'-0" 1Large Scale Second Floor Unisex Restroom Plumbing Plan - Area A

SHEET KEYNOTES
1 WATER HAMMER ARRESTOR. SEE SPECIFICATION.

2 HOSE BIB LOCATED BELOW LAVATORY. COORDINATE

EXACT MOUNTING HEIGHT WITH ARCHITECT.

3 DCW AND DHW DRAWN IN LOCATIONS SHOWN FOR

CLARITY. ACTUAL INSTALLED LOCATION SHALL BE IN

PLUMBING CHASE. PIPING TO BE INSTALLED HIGH IN

PLUMBING CHASE, TO ALLOW ACCESS INTO CHASE,

TYPICAL.

4 2" DCW LINE TO RISE FROM BELOW GRADE IN CORNER OF

CHILLER ENCLOSURE. COORDINATE PIPE HEIGHT WITH

HEIGHT OF MAKE UP WATER CONNECTION POINT ON

COOLING TOWER CT-1, SUCH THAT COOLING TOWER

CONNECTION POINT IS HIGHER THAN PIPE HEIGHT INSIDE

CHILLER ENCLOSURE.

5 DOUBLE CHECK VALVE.

6 2" DCW LINE TO COOLING TOWER MAKE-UP WATER

CONNECTION. SLOPE MAKE-UP WATER PIPE FROM COOLING

TOWER DOWN TO 3/4" DCW DRAIN PIPE CONNECTION.

SLOPE 3/4" DRAIN PIPE DOWN TO FLOOR DRAIN AND

TERMINATE AT FLOOR DRAIN.

7 COVER ALL EXPOSED DCW MAKE-UP WATER PIPE AND

DRAIN PIPE WITH HEAT TRACE. HEAT TRACE TO BE

RAGCHEM XL-TRACE, 5W PER LINEAR FOOT. COORDINATE

WITH ELECTRICAL.

8 SEE CIVIL PLAN FOR SITE UTILITY CONTINUATION.

9 3/4" DCW DRAIN LINE TO SLOPE AND TERMINATE AT FLOOR

DRAIN. SEE NOTE 6 ABOVE.

10 TIE TOGETHER 2" DRAIN AND 3" OVERFLOW DRAIN AND

SLOPE ONE 3" DRAIN LINE DOWN FROM COOLING TOWER

TO FLOOR DRAIN IN CHILLER ENCLOSURE. COVER EXPOSED

DRAIN PIPING WITH HEAT TRACE. SEE NOTE 7 ABOVE.

11 VENT PIPING BELOW GRADE.

12 1" DCW MAKE UP LINE TO AIR SEPARATOR AS-5. SEE

MECHANICAL SHEET U-M402.

13 VENT PIPING BELOW FLOOR.

14 SEE ARCHITECTURAL DRAWINGS FOR CONCESSIONS

EQUIPMENT LAYOUT AND PLUMBING REQUIREMENTS.

 1/4" = 1'-0" 2Large Scale Second Floor Unisex/Dressing Plumbing Plan - Area A

N

N

N

N

Addendum 03 06/10/14

Addendum 04 06/17/14

Addendum 05 06/20/14

Addendum 06 06/25/14

 1/4" = 1'-0" 3Large Scale Chiller Room Plumbing Plan
N
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SHEET INDEXSHEET INDEXSHEET INDEXSHEET INDEX
U-EG001 Symbols and Notes

U-EG002 Schedules

U-ES001 Electrical Site Plan

U-EL100 Basement Lighting Plan

U-EL101A First Floor - Area A Lighting Plan

U-EL101B First Floor - Area B Lighting Plan

U-EL101C First Floor - Area C Lighting Plan

U-EL102A Second Floor - Area A Lighting Plan

U-EL102B Second Floor - Area B Lighting Plan

U-EL102C Second Floor - Area C Lighting Plan

U-EL103 Catwalk Lighting Plan

U-EP100 Basement Power Plan

U-EP101A First Floor - Area A Power Plan

U-EP101B First Floor - Area B Power Plan

U-EP101C First Floor - Area C Power Plan

U-EP102A Second Floor - Area A Power Plan

U-EP102B Second Floor - Area B Power Plan

U-EP102C Second Floor - Area C Power Plan

U-EP103 Catwalk Power Plan

U-EP104A Enlarged Concessions Power Plans

U-EY100 Basement Systems Plan

U-EY101A First Floor - Area A Systems Plan

U-EY101B First Floor - Area B Systems Plan

U-EY101C First Floor - Area C Systems Plan

U-EY102A Second Floor - Area A Systems Plan

U-EY102B Second Floor - Area B Systems Plan

U-EY102C Second Floor - Area C Systems Plan

U-EX401 One Line Diagram

U-EX501 Panelboard Schedules

U-EX502 Panelboard Schedules

U-EX503 Panelboard Schedules

U-EX504 Panelboard Schedules

U-EX505 Panelboard Schedules

U-EX506 Panelboard Schedules

U-EX507 Panelboard Schedules

U-EX601 Electrical Diagrams

U-EX602 Electrical Diagrams

U-EX603 Electrical Diagrams

U-EX604 Electrical Diagrams

U-EX605 Electrical Diagrams

U-EX606 Electrical Diagrams

ABBREV. DESCRIPTION ABBREV. DESCRIPTION

ABBREVIATIONS INDEX

# NUMBER

AC ALTERNATING CURRENT

A.F.F. ABOVE FINISH FLOOR

AIC AMPS INTERRUPTING CAPACITY

AM AMPS METER

AMP AMPERE

ANN ANNUNCIATOR

ATS AUTOMATIC TRANSFER SWITCH

AUX AUXILIARY

AWG AMERICAN WIRE GAUGE

BC BARE COPPER

BFG BELOW FINISH GRADE

C CONDUIT

CAB CABINET

CATB COMMUNITY ANTENNA TELEVISION

CATV CABLE TELEVISION

CKT CIRCUIT

CLG CEILING

CNTR CONTRACTOR

C.O. CONDUIT ONLY

CRT COMPUTER TERMINAL

CT CURRENT TRANSFORMER

CU COPPER

C/W COMPLETE WITH

DB DECIBEL

DC DIRECT CURRENT

DWG DRAWING

(E) EXISTING

EC EMPTY CONDUIT

EG EMERGENCY GENERATOR

EMT ELECTRICAL METALLIC TUBING

EX EXPLOSION PROOF

FACP FIRE ALARM CONTROL PANEL

FC FOOT CANDLE

FT FOOT

GFI GROUND FAULT INTERRUPTER

GND GROUND

GRC GALVANIZED RIGID CONDUIT

HP HORSE POWER

HZ HERTZ

IG ISOLATED GROUND

IMC INTERMEDIATE METALLIC CONDUIT

IN INCH

J-BOX JUNCTION BOX

KV KILOVOLT

KVA KILOVOLT AMPERES

KVAR KILOVARS

KW KILOWATT

LRA LOCKED ROTOR AMPS

LTG LIGHTING

MNF MANUFACTURER

MATV MASTER ANTENNA TELEVISION

MAX MAXIMUM

MB MAIN BUS

MCC MOTOR CONTROL CENTER

MCM 1000 CIRCULAR MILLS

MH MANHOLE

MIC MICROPHONE

MIN MINIMUM

MTG MOUNTING

MTR MOTOR

N/A NOT APPLICABLE

NC NORMALLY CLOSED

NEC NATIONAL ELECTRICAL CODE

NEMA NATIONAL ELECT. MANUFAC. ASSOC.

NFC NATIONAL FIRE CODE

NFPA NATIONAL FIRE PROTECTION ASSOC.

N.I.C. NOT IN CONTRACT

NO NORMALLY OPENED

NTS NOT TO SCALE

OS & Y OUTSIDE SCREW & YOKE

PB PUSHBUTTON

PF POWER FACTOR

PFR PHASE FAILURE RELAY

PNL PANEL

PT POTENTIAL TRANSFORMER

PVC POLYVINYL CHLORIDE CONDUIT

(R) RELOCATE

RECEP RECEPTACLE

REQ REQUIREMENT

RLA RATED LOAD AMPS

RMS ROOT MEAN SQUARE

SE SERVICE ENTRANCE

SPEC SPECIFICATIONS

SPKR SPEAKER

SS SELECTOR SWITCH

SW SWITCH

SWBD SWITCHBOARD

SWGR SWITCHGEAR

TTB TELEPHONE TERMINAL BOARD

TTC TELEPHONE TERMINAL CABINET

TV TELEVISION

TYP TYPICAL

UG UNDERGROUND

UP UTAH POWER

UPS UNINTERRUPTED POWER SUPPLY

V VOLT (KV-KILOVOLT)

VA/R VOLT-AMPS/REACTIVE

VM VOLT METER

W WATTS

W/ WITH

WH WATTHOUR METER

W/O WITHOUT

WP WEATHERPROOF

XFMR TRANSFORMER

XFMR SW TRANSFER SWITCH

XP EXPLOSION PROOF

1P SINGLE-PHASE

2P TWO-POLE

3P THREE-POLE

4P FOUR-POLE

∅ PHASE

GENERAL NOTES
CONSULT ARCHITECTURAL REFLECTED CEILING PLANS FOR EXACT LOCATION OF ALL
LIGHTING FIXTURES.

VERIFY ALL EQUIPMENT DIMENSIONS AND LOCATIONS BEFORE BEGINNING ROUGH IN.
CONSULT ALL APPLICABLE CONTRACT DRAWINGS AND SHOP DRAWINGS TO INSURE NEC
CODE CLEARANCES REQUIRED AROUND ALL ELECTRICAL EQUIPMENT.

CONTRACTOR SHALL VERIFY ALL ELECTRICAL LOADS (VOLTAGE, PHASE, CONNECTION
 REQUIREMENTS, ETC) OF ALL EQUIPMENT FURNISHED UNDER ALL DIVISIONS, INCLUDING ALL
EXISTING EQUIPMENT TO BE RE-USED. REVIEW ALL SHOP DRAWINGS AND EXISTING
EQUIPMENT BEFORE BEGINNING ROUGH-IN.

SEE SECTION 265100 (16510) OF THE SPECIFICATION FOR REQUIRED COORDINATION
MEETINGS WITH MECHANICAL AND CEILING CONTRACTORS.

SEE APPLICABLE SHOP DRAWINGS FOR ROUGH IN LOCATION OF ALL EQUIPMENT, WIRING
DEVICES, ETC.  WHERE APPLICABLE MOUNT ALL WIRING DEVICES ABOVE BACK SPLASH
EXCEPT THOSE SERVING UNDER COUNTER EQUIPMENT.

SEE SPECIFICATION FOR ENERGY SAVING LAMP AND BALLAST REQUIREMENTS.

FINISHES OF ALL LIGHT FIXTURES SHALL BE AS SELECTED BY ARCHITECT.

THE ELECTRICAL CONTRACTOR SHALL NOTIFY AND COOPERATE WITH THE MECHANICAL
CONTRACTOR SUCH THAT NO PIPING, DUCTS, OR EQUIPMENT FOREIGN TO THE OPERATION
OF THE ELECTRICAL EQUIPMENT SHALL BE PERMITTED TO BE INSTALLED IN, ENTER OR
PASS THRU ELECTRICAL ROOMS OR SPACES, OR ABOVE OR BELOW ELECTRICAL
EQUIPMENT IN OTHER AREAS.

ELECTRICAL BOXES SHALL NOT BE LOCATED IN MASONRY COLUMNS IN BRICK WALLS OR IN
GROUTED CELLS ADJACENT TO OPENINGS. COORDINATE LOCATION OF BOXES WITH
MASONRY CONTRACTOR.

ALL PENETRATIONS OF FIRE RATED FLOORS, WALLS, AND CEILINGS SHALL BE SEALED WITH
APPROVED MATERIAL TO MAINTAIN FIRE RATING OF SURFACE PENETRATED.

CIRCUITS EXTENDING OVER 70' FOR 120 VOLT AND 115' FOR 277 VOLT 20 AMP CIRCUITS
SHALL BE RUN WITH CONDUCTORS PER TABLE BELOW.

10.

8.

7.

9.

5.

4.

6.

2.

1.

3.

11.

D

IC

#

M

M

D

842

TC

J

P

F

S

F

H

S

D

D

R

CM

D

ML

CR

34
EQ

A

H

MM

S

1
D

2
D

A

I

M

ES

SV

T

A

PP

S

S

S

S

S

S

S

S

C

S

DAY-LIGHT SENSOR
SEE DIAGRAM,

CEILING SPECIFICATION

INTERCOM SPEAKER AS NOTED

SOUND SYSTEM SPEAKER
AS NOTED

+8'-0" OR

SOUND EQUIPMENT CABINET CIRCUIT TO 120V

MICROPHONE CEILING OUTLET CEILING

MICROPHONE FLOOR OUTLET FLOOR

DUAL MICROPHONE OUTLET +16" 11.

ARCHITECTURAL ROOM NUMBER

TIME CLOCK +5'-0" 2.

JUNCTION BOX ('F' IN FLOOR) AS NOTED

MOTOR OUTLET
EQUIP.

TO SUIT

PHOTO-ELECTRIC CONTROL TORK 2000AAS NOTED

PUSHBUTTON +4'-0" 2.

NON-FUSED DISCONNECT SWITCH +5'-0" 5.

FUSED DISCONNECT SWITCH +5'-0" 5.

MANUAL STARTER THERMAL OVERLOAD SWITCH WITH
PILOT LIGHT

T
+4'-0" 2.

VARIABLE FREQUENCY DRIVEVFD +6'-6"

MAGNETIC STARTER / DISCONNECT COMBINATION +5'-0"

PANEL BOARD
TOP AT
+6'-0"

MAIN DISTRIBUTION PANEL

TELEPHONE TERMINAL BOARD

FIRE ALARM MANUAL STATION +4'-0" 2.

FIRE ALARM SIGNAL HORN/STROBE +6'-8" 6.

SMOKE DETECTOR CEILING

DUCT SMOKE DETECTOR MTD. IN DUCT

FIRE/SMOKE DAMPER

DOOR HOLDER AS NOTED

S
T TAMPER SWITCH

FIRE ALARM RELAY

FIRE ALARM CONTROL MODULE

DURESS PUSHBUTTON +4'-0"

MAGNETIC SHEAR LOCK

ACCESS CONTROL CARD READER +4'-0" 2.

CLOSED CIRCUIT TELEVISION CAMERA AS NOTED

EQUIPMENT NUMBER

LIGHT FIXTURE (LETTER DESIGNATES TYPE)

BELL +7'-6"

HEAT DETECTOR CEILING

S
F FLOW SWITCH

F
W WATER FLOOD INDICATOR

FIRE ALARM MONITOR MODULE

FIRE ALARM STROBE +6'-8" 6.

SECURITY SYSTEM DOOR SWITCH
DOOR
JAMB

MOUNT AS
PER. MFR.

SECURITY SYSTEM OVERHEAD DOOR SWITCH CEILING

SECURITY SYSTEM KEYED ACCESS SWITCH +4'-0" 2.

INFRARED SENSOR AS NOTED

MOUNT AS
PER. MFR.

SECURITY MOTION DETECTOR

ELECTRIC DOOR STRIKE

DOOR POSITION INDICATING SWITCH

O.S. & Y. VALVE SEE DIAGRAM

VOLUME CONTROL W/ SOURCE SELECTOR +4'-0" 2.

LOW VOLTAGE TRANSFORMER

CORD DROP SEE DIAGRAM

AUTOMATIC RELAY PACK CEILING
SEE DIAGRAM.
SPEC.

POWER PACK CEILING
SEE DIAGRAM,
SPEC.

CALL SWITCH +4'-0" 2.

PLUGMOLD
+46" OR

AS NOTED

SPECIAL PURPOSE OUTLET 10. WITH CAP. 11.
AS NOTED
+16" OR

MULTIPLE SERVICE FLOOR BOX FLOOR

MOMENTARY CONTACT SWITCH, CENTER POSITION OFF

+4'-0" 2.

TIMER SWITCH +4'-0" 2.
TM

P
SWITCH WITH PILOT LIGHT +4'-0" 2.

K KEY OPERATED SWITCH +4'-0" 2.

4 FOUR-WAY SWITCH +4'-0" 2.

3 THREE-WAY SWITCH +4'-0" 2.

a
SINGLE POLE SWITCH +4'-0" 4. 2.

SINGLE POLE SWITCH +4'-0" 2.

WALL MOUNTED EXIT LIGHT AS NOTED 1.3.8.

CEILING MOUNTED EXIT LIGHT CEILING 1.3.8.

FLOOD OR TRACK FIXTURE AS NOTED

FLUORESCENT EGRESS LIGHT FIXTURE AS NOTED UNSWITCHED

FLUORESCENT LIGHT FIXTURE AS NOTED 1

RECESSED DOWNLIGHT FIXTURE CEILING 1.

WALL LIGHT FIXTURE AS NOTED 1.

CEILING LIGHT FIXTURE CEILING 1.

CABLE TRAY AS NOTED

CONDUIT STUB LOCATION CONDUIT
CAP

CONDUIT DOWN

CONDUIT UP

CONDUIT RUN CONCEALED IN FLOOR OR GROUND

CONDUIT RUN CONCEALED IN WALL OR CEILING

3 CIRCUIT, HOME RUN TO PANEL

2 CIRCUIT, HOME RUN TO PANEL

ONE CIRCUIT, HOME RUN TO PANEL

CLOCK OUTLET +7'-6" 8.

FLOOR BOX WITH 20A DEVICE FLOOR

ELECTRIC WATER COOLER RECEPTACLE
W

SEE DIAGRAM

A DUPLEX RECEPTACLE 9.

OCCUPANCY SENSOR +4'-0" 2.

OCCUPANCY SENSOR CEILING

BASEAREA LIGHT POLE AND FIXTURE CONCRETE SEE DIAGRAM

VARIABLE INTENSITY SWITCH +4'-0" 2.D

DUPLEX RECEPTACLE 9. 11.AS NOTED
+16" OR

WEATHERPROOF RECEPTACLEWP 2. 9.AS NOTED
+24" OR

GROUND FAULT INTERRUPTER DUPLEX RECEPTACLE 9. 11.AS NOTED
+16" OR

DUPLEX RECEPTACLE EMERGENCY POWER (RED) 9. 11.AS NOTED
+16" OR

FOURPLEX RECEPTACLE 9. 11.AS NOTED
+16" OR

FOURPLEX RECEPTACLE EMERGENCY POWER (RED) 9. 11.AS NOTED
+16" OR

TELEVISION OUTLET 11.AS NOTED
+16" OR

SINGLE GANG LV LIGHTING CONTROL

+4'-0" 2.

WITH MULTIPLE BUTTONS

ELECTRICAL SYMBOL SCHEDULEELECTRICAL SYMBOL SCHEDULEELECTRICAL SYMBOL SCHEDULEELECTRICAL SYMBOL SCHEDULE

NOTESNOTESNOTESNOTES
MOUNTINGMOUNTINGMOUNTINGMOUNTING

HEIGHTHEIGHTHEIGHTHEIGHTDESCRIPTIONDESCRIPTIONDESCRIPTIONDESCRIPTIONSYMBOLSYMBOLSYMBOLSYMBOL

STANDARD MOUNTING HEIGHT UNLESS OTHERWISE NOTED ON PLANSSTANDARD MOUNTING HEIGHT UNLESS OTHERWISE NOTED ON PLANSSTANDARD MOUNTING HEIGHT UNLESS OTHERWISE NOTED ON PLANSSTANDARD MOUNTING HEIGHT UNLESS OTHERWISE NOTED ON PLANS

1.  SEE FIXTURE SCHEDULE FOR TYPE, MOUNTING AND WATTAGE.
2.  HEIGHT MEASURED TO CENTER LINE OF THE BOX FROM THE FINISH FLOOR.
3.  REFER TO DRAWINGS FOR DIRECTIONAL ARROWS.
4.  SUBSCRIPT KEYS SWITCH TO FIXTURES CONTROLLED.
5.  NEMA TYPE 'ND' NON-FUSED UNLESS NOTED 'F' (FUSED). USE 'HD' 480 V.
6.  HEIGHT TO BE THE LOWER OF EITHER 80" A.F.F. OR 6" BELOW CEILING.

NOTESNOTESNOTESNOTES
MOUNTINGMOUNTINGMOUNTINGMOUNTING

HEIGHTHEIGHTHEIGHTHEIGHTDESCRIPTIONDESCRIPTIONDESCRIPTIONDESCRIPTIONSYMBOLSYMBOLSYMBOLSYMBOL

7.  PROVIDE H.O.A. AND S.S. PUSHBUTTONS AS REQUIRED.
8.  DOUBLE ARROWS DENOTE A DOUBLE FACE UNIT.
9.  COORDINATE WITH MILLWORK SHOP DRAWINGS AND ELEVATIONS FOR HEIGHT.
10.  SUBSCRIPT DENOTES NEMA CONFIGURATION.
11.  HEIGHT MEASURED TO BOTTOM OF THE BOX FROM FINISH FLOOR.
12.  COORDINATE WITH DOOR HARDWARE SUPPLIER.

RECESSED WALLWASH DOWNLIGHT FIXTURE CEILING 1.

WIRELESS ACCESS POINT, ONE CABLE CEILING

SPEAKER CEILING

V
VOLUME CONTROL +4'-0" 2.

M
MICROPHONE OUTLET +16" 11.

MW
MICROPHONE OUTLET W/ LINE LEVEL INPUT +16" 11.

MU
MICROPHONE OUTLET W/ TAPE RECORDER JACK +16" 11.

IR
INFARED WALL SENSOR +4'-0" 2.

IR INFARED CEILING SENSOR CEILING

A AUDIO CONTROL PANEL +5'-0" 2.

FT FLIP-TOP BOX

TOMBSTONE RECEPTACLE

5 PIN XLR DMX (FEMALE) AS NOTED

5 PIN XLR DMX (MALE)

PIGTAIL OUTLET BOX, SUBSCRIPT FOR CIRCUIT NUMBER

GRID IRON JUNCTION BOX

NEWORK TAP

ENTRY STATION +4'-0"

AS NOTED

AS NOTED

OUTLET BOX, SUBSCRIPT FOR CIRCUIT NUMBER AS NOTED
+16" OR

AS NOTED

AS NOTED
+16" OR

P

M

DIGITAL DAYLIGHT SENSOR CEILING

F

4

C
4

G

V
ASPIRATING SMOKE DETECTION SYSTEM CEILING MOUNT AS

PER. MFR.

FLOOR MOUNTED RECEPTACLE FLOOR

CAB

SBC

COMPUTER AUDIO BOARD 11.

SMART BOARD  CONNECTION 11.

AS NOTED
+16" OR

AS NOTED
+16" OR

UPPER OUTLET
SWITCH CONTROLLEDDUPLEX RECEPTACLE 9. 11.AS NOTED

+16" OR

SIMPLEX RECEPTACLE 9. 11.AS NOTED
+16" OR

ISOLATED GROUND RECEPTACLEIG 2. 9.AS NOTED
+16" OR

DATA OUTLET, ONE CABLE 9. 11.
AS NOTED

DATA OUTLET, TWO CABLES 9. 11.
AS NOTED
+16" OR

DATA OUTLET, THREE CABLES 9. 11.
+16" OR

PT POKE THRU FLOOR

9.

MAGNETIC STARTER +5'-0" 7.

CHIME +7'-6"

E FIRE ALARM SIGNAL SPEAKER/STROBE +6'-8" 6.

K FIRE ALARM SPEAKER ONLY +6'-8" 6.

G GLASS BREAK DETECTOR CEILING

+16" OR

AS NOTED

DEMOLITION NOTES

3.

1.

2.

6.

4.

5.

9.

7.

8.

COORDINATE ALL NEW ELECTRICAL EQUIPMENT REQUIREMENTS AND MAKE CONNECTION TO
EXISTING SYSTEMS. THIS INCLUDES LIGHTING, POWER, SIGNAL, RACEWAY AND OTHER
SYSTEMS INCLUDED UNDER DIVISION 16.

RELOCATE, REWIRE AND/OR RECONNECT EXISTING ELECTRICAL DEVICES AND/OR EQUIPMENT
THAT FOR ANY REASON OBSTRUCTS CONSTRUCTION.

CONCEAL ALL RACEWAY AND WIRING IN EXISTING WALLS, CEILINGS, FLOORS, ETC. EXCEPT
WHERE THE USE OF SURFACE METAL RACEWAYS (E.G. WIRE MOLD) IS INDICATED ON
DRAWINGS OR IN SPEC.

LEAVE ALL EXISTING EQUIPMENT, IN PORTIONS OF THE BUILDING NOT BEING REMODELED, IN
WORKING CONDITION. RESTORE ALL INTERRUPTED BRANCH CIRCUITS, FEEDERS, ETC. TO
WORKING CONDITION.

EXISTING RACEWAYS MAY BE REUSED (IN PLACE) WHERE POSSIBLE, AND WHERE IN
COMPLIANCE WITH THE SPECIFICATIONS AND THE INTENT OF THE CONTRACT DOCUMENTS.
INSURE INTEGRITY OF EXISTING RACEWAY BEFORE REUSE.

REMOVE ALL RACEWAYS, CONDUCTORS, BOXES, DEVICES, EQUIPMENT, ETC. THAT ARE NOT
TO BE REUSED.

REMOVE EXISTING LIGHT FIXTURES WHICH ARE NOT TO BE REUSED, PLACE IN CARTON,
LABEL APPROPRIATELY, AND RETURN TO OWNER, OR PROPERLY DISPOSE OF FIXTURES THAT
THE OWNER CHOOSES NOT TO KEEP.

DO NOT PENETRATE STRUCTURAL ELEMENTS OF FLOORS, WALLS, CEILINGS, ROOFS, ETC.

DISCONNECT AND RECONNECT ANY/ALL FIXTURES, DEVICES, EQUIPMENT, ETC. REQUIRED
FOR PROPER COMPLETION OF THE WORK.

12.

EL ELECTRIC DOOR LOCK 12.

GROUND FAULT INTERRUPTER FOURPLEX RECEPTACLE 9. 11.AS NOTED
+16" OR

MAXIMUM LENGTH

20 AMP MINIMUM BRANCH CIRCUIT CONDUCTOR SIZING

BRANCH CIRCUIT VOLTAGE

CONDUCTOR LENGTH (FT) 120 VOLT 277 VOLT

<70 MIN. #12 AWG

70 - 115

115 - 170

170 - 270

271 - 380

>380

MIN. #12 AWG

MIN. #10 AWG MIN. #12 AWG

MIN. #8 AWG MIN. #10 AWG

MIN. #6 AWG MIN. #8 AWG

NOTE B MIN. #8 AWG

NOTE B NOTE B

A. THESE ARE BASED ON MAXIMUM LENGTH OF CIRCUIT.

B. PERFORM VOLTAGE DROP CALCULATIONS AND PROVIDE CONDUCTOR SIZE TO KEEP
BRANCH CIRCUIT VOLTAGE DROP LESS THAN 3% WITH A 15 AMP LOAD.

C. CONTRACTOR SHALL ENSURE THAT THE INSTALLATION OF EACH BRANCH CIRCUIT
STAYS WITHIN 3% VOLTAGE DROP FOR A 15 AMP LOAD. IF NECESSARY,
CONTRACTOR SHALL INCREASE WIRE AND CONDUIT SIZE TO MEET THE STANDARD AT
NO ADDITIONAL COST TO OWNER.

R ACCESS CONTROL SYSTEM, REQUEST TO EXIT

PANEL BOARD W/ SPECIAL UTILITY OUTLET BOX
TOP AT
+6'-0"

HORIZONTAL CABLE PASS VERTICAL CABLE PASS

SENSOR GENERAL NOTES
THE ELECTRICAL CONTRACTOR SHALL BE RESPONSIBLE
FOR CONTACTING THE SENSOR MANUFACTURER FOR
PROPER PLACEMENT AND ADJUSTMENT OF OCCUPANCY
SENSORS.

EACH ZONE SHALL HAVE COVERAGE BY OCCUPANCY
SENSOR SUCH THAT NO BLIND SPOT EXIST.

UPON COMPLETION OF THE INSTALLATION, THE SYSTEM
SHALL BE COMPLETELY COMMISSIONED BY THE
MANUFACTURER'S FACTORY AUTHORIZED TECHNICIAN
WHO WILL VERIFY ALL ADJUSTMENTS AND SENSOR
PLACEMENT TO ENSURE A TROUBLE FREE INSTALLATION.

THE LOCATION AND QUANTITIES OF SENSORS SHOWN ON
THE DRAWINGS ARE DIAGRAMMATIC AND INDICATE
ONLY THE ROOMS WHICH ARE TO BE PROVIDED WITH
SENSORS. THE ELECTRICAL CONTRACTOR SHALL
PROVIDE ADDITIONAL SENSORS IF REQUIRED TO
PROPERLY COVER THE RESPECTIVE ROOM.

4.

2.

1.

3.

BT BEAM SMOKE DETECTOR TRANSMITTER

BR BEAM SMOKE DETECTOR RECEIVER

CORD REEL SEE DIAGRAM

'SNAC' SUPPLEMENTARY NOTIFICATION APPLIANCE
CIRCUIT PANEL

S
P PRESSURE SWITCH



FIXTURE SCHEDULE
TYPE DESCRIPTION MANUFACTURER MODEL CATALOG NUMBER VOLTS WATTS

NUMBER OF
LAMPS

LUMENS LLF LAMPS

A FLUORESCENT 2X4 RECESSED LUMINOUS DIFFUSER LITHONIA 2AL8-232-MVOLT-GEB10PS UNV 2 F032/841/XP/XL/EC03

A1 FLUORESCENT 1X4 RECESSED LUMINOUS DIFFUSER W/FLANGE TRIM LITHONIA 2AL8-232-MVOLT-GEB10PS UNV 2 F032/841/XP/XL/EC03

AA
LED PENDANT MONO POINT CYLINDER ANTIQUE BRONZE.

COORDINATE MOUNTING HEIGHT WITH ARCHITECT +7'8" A.F.F.
FLANGE TRIM

TECH LIGHTING REVEL 700-RVL-Z-Z-LED

AB PENDANT MOUNT TO +7'-8" AFF LED LIGHT FIXTURE TECH LIGHTING REVEL
(1) 700-RVL-W-S-LED-CUSTOM LENGTH STEM (1)

700-RVL-S-S-LED-CUSTOM LENGTH STEM (2)
700-RVL-Z-Z-LED-CUSTOM LENGTH STEM

AC

LINEAR LED LIGHT FIXTURE WITH RGB CONTROL. REMOTE POWER
SUPPLY AND CONTROL ON TOP OF WALL. REFER TO PLAN FOR

EXACT LENGTHS. HOUSED IN ALUMINUM CHANNEL, FROSTED LENS.
PROVIDE ALL MOUNTING HARDWARE.

TIVOLI
TPL-HO-4.4-I-RGB-C-24-TPL-AL-XX-CHAN-3-
LNSFL/TPL-RGB-180-24/ADUL-320-3-4-24-D

LED 4.4 W/FT

AD
ROUND RECESSED CONCAVE LIGHT FIXTURE LED WHITE FINISH 6'

DIA.
PRUDENTIAL P8960-LED4SO-CWA-SCBA-SC-UNV-X3B-ND

AF FLUORESCENT 2X4 RECESSED LUMINOUS DIFFUSER FLANGE TRIM LITHONIA 2AL8-232-MVOLT-GEB10PS-DGA-24 UNV 2 F032/841/XP/XL/EC03

B
LINEAR PENDENT LIGHT FIXTURE FLUORESCENT SEMI-DIRECT

ILLUMINATION WITH MINIMAL SIDE LIGHT DUAL CIRCUIT SUSPENDED
WITH AIRCRAFT CABLE

PRUDENTIAL OLYP 3T8 SPL SCBA D9 DC UNV CA48-RSE 10THO UNV 3 F032/841/XP/XL/EC03

BL WALL MOUNTED BLUE LED RUNNING LIGHT RAB #VXBRLED 13 YDG MOD BLUE UNV UNV 13 W
LED BLUE

3000K

C
WALL MOUNTED LED LIGHT FIXTURE LOW PROFILE  EXTERIOR WET

LOCATION BRONZE FINISH
METALUX XTOR3A N BRONZE 277 30W LED 5000K

D CYLINDER PENDANT DOWNLIGHT SCBA INCANDESCENT GARDCO 300 O P R 200 PAR 38-120 120 200 PAR 38

D1
PENDANT MOUNTED LED BLACK CYLINDER W/SPECULAR BLACK

ALZACK REFLECTOR WIDE-BEAM DISTRIBUTION 1% DIM
WILA S608-762-DA(SPECBLACKALZAK)-80-BK-LUD UNV 32W LED 2700K

D2
PENDANTMOUNTED LED BLACK CYLINDER W/SPECULAR BLACK

ALZACK REFLECTOR WIDE-BEAM DISTRIBUTION 1% DIM
WILA S608-662-DA(SPECBLACKALZAK)-80-BK-LUD UNV 25W LED 2700K

D3
PENDANT MOUNTED LED BLACK CYLINDER W/SPECULAR BLACK

ALZACK REFLECTOR WIDE-BEAM DISTRIBUTION 1% DIM
WILA S608-662-DA(SPECBLACKALZAK)-80-BK-LUD UNV 25W LED 2700K

DF CYLINDER PENDANT DOWNLIGHT SCBA LED CABLE MOUNT PHILIPS LIGHTOLIER C7L 35 C SCBA 40K W CCD UNV VB C4 CCP SCBA UNV 31W LED 4000K

DR RECESSED 5"X5" SQUARE WALL MOUNTED LED LIGHT FIXTURE 10 LIGHTING 02-5-W5K-200-277V 277 8W LED 4100K

EV ELEVATOR PIT WALL MOUNTED W/LENS VAPORTITE METALUX VT1-132-PCR-UNV-ER8 UNV 1 F032/841/XP/XL/EC03

F
RECESSED ROUND LED DOWNLIGHT WHITE TRIM CLEAR ALZAK

REFLECTOR 4" DIAMETER UNIVERSAL VOLTAGE 0-10V DIM
GOTHAM EVO-41-20-4AR-WD-277-DIM 277 31W LED 4100K

F12
RECESSED ROUND LED DOWNLIGHT WHITE TRIM CLEAR ALZAK

REFLECTOR 4" DIAMETER UNIVERSAL VOLTAGE 0-10V DIM
GOTHAM EVO-41-20-4AR-WD-120-DIM 120 31W LED 4100K

F3R
RECESSED ROUND LED DOWNLIGHT WHITE TRIM CLEAR ALZAK

REFLECTOR PIN HOLE 2" DIAMETER 40° SMOOTH OPTICS
GOTHAM EVO-41-14-4AR-WD-UNV UNV 26W LED 4100K

F4
EXTERIOR LED PIN DOWNLIGHT 20 DEGREE SATIN ALUMINUM FINISH

WITH SOFT FOCUS
LUCIFER DLRF3W-20-SS-NC-XX-9513-35-S      DH-NC-3F-UNIVL3 277 35W LED 4000K

F5 RECESSED ROUND WALL WASHER LED 4" DIAMETER GOTHAM

FS RECESSED 4" SQUARE DOWNLIGHT LED CLEAR ALZAK REFLECTOR EVO-SQ-41/20/4AR/277

G
SURFACE MOUNTED INDUSTRIAL FLUORESCENT 2 LAMP 4' 93.4%

EFFICIENT HEAVY DUTY WIRE GD. SUSPENDED WITH ADJUSTABLE
24" CHAIN ASSEMBLY

METALUX
SNF-232-UNV-ER8-WG-CH24; LITHONIA, DAYBRITE, HUBBELL

EQUIVALENT
UNV 2 (2)

F032/841/XP/XL/EC03

GB SAME AS TYPE G EXCEPT BLACK METALUX SNF 232 UNV ER8 WG CH24 - BLACK FINISH UNV 2 F032/841/XP/XL/EC03

H2
DRESSING ROOM INCANDESCENT MAKE-UP LIGHT WHITE 2' WITH

OPEN CAGE PER LAMP ROUND FROSTED LAMP MED BASE
PRIMUS ALX1-MB-6-D-ST-LG-WHITE-2' 120 60W 6

G40 E26
WHITE

H3
DRESSING ROOM INCANDESCENT MAKE UP LIGHT WHITE 3' WITH

OPEN CAGE PER LAMP ROUND FROSTED LAMP MED BASE
PRIMUS ALX1-MB-6-D-ST-LG-WHITE-3' 120 60W 8

G40 E26
WHITE

J
SURFACE MOUNTED FLUORESCENT WHITE FINISH 1'X4' METAL

SIDED FLUSH WHITE ALUMINUM FRAME
METALUX

#MC-FA-232-A125-277-ER-8-1; LITHONIA, DAYBRITE, HUBBELL
EQUIVALENT

UNV 2 F032/841/XP/XL/EC03

J3 SAME AS TYPE J EXCEPT 3 LAMP METALUX
#M-FA-332-A125-277-ER-8-1; LITHONIA, DAYBRITE, HUBBELL

EQUIVALENT
UNV 3 F032/841/XP/XL/EC03

JB
SURFACE MOUNTED FLUORESCENT BLACK FINISH 1'X4' METAL

SIDED FLUSH BLACK ALUMINUM FRAME
METALUX

#MC-FA-232-A125-277-ER-8-1 - BLK; LITHONIA, DAYBRITE,
HUBBELL EQUIVALENT

UNV 2 F032/841/XP/XL/EC03

JF1 WALL MOUNTED LED WORK LIGHT (WHITE LIGHT) RAB LIGHTING #VXBRLED 13 YDG UNV UNV 13W
LED WHITE

3000K

JM WALL MOUNTED DOCK LIGHT LED ACCULITE #DK-130-L-U-41K-A-SY-3-SOW/DKARM 60 SY UNV 37W
37W LED

4100K

K
LINEAR SLIM PENDANT WALL WASHER LED  CUSTOM COLOR BY

ARCHITECT BAFFLE DIFFUSER
PINNACLE  # EX3-WW-N-30HO-4-MAC48ST-UNV-1C-CC-B UNV 10W/LF LED 4000K

K1
SURFACE CORNER MOUNTED  FLUORESCENT LENSED STRIP;

LINEAR PRISMATIC LENS; MATTE BLACK FINISH
PRUDENTIAL P6000-2T8-04-PRA-MATTE BLACK-SC-UNV UNV 2 F032/841/XP/XL/EC03

K2 RECESSED FLUORESCENT LINEAR ASYMMETRIC  REFLECTOR PINNACLE EW-1T5HO-8-FLF-FL-UNV-1C-W 277V 1 T5HO 4000K

K3 PENDANT MOUNTED LINEAR FLUORESCENT WHITE FINISH PINNACLE EX3-A-N-2T5HO-8-AC12-XX-UNV-W-MAC 277V 2 T5HO 4000K

K4 LINEAR RECESSED LED LIGHT FIXTURE 4' PINNACLE EV6A-40HO-4-FLF-UNV-IC-CC
LED 11.7

W/FT

K8 LINEAR RECESSED LED LIGHT FIXTURE 8' PINNACLE EV6A-40HO-8-FLF-UNV-IC-CC
LED 11.7

W/FT

L
WALL MOUNTED NARROW FLUORESCENT STRIP LIGHT  WITH WIRE

GUARD WHITE FINISH
METALUX SNF-132-UNV-ER8-WG-SNF-4 277 2 F032/841/XP/XL/EC03

L1
EXTERIOR LIGHT POLE LED TYPE V DISTRIBUTION WOOD SINGLE

MOUNT-POLE STAINLESS STEEL GREY BASE STANDARD COLOR BY
ARCHITECT

HESS/STRUCTURA RS200 1LV-1LEVO 4000K SPL TYPE V UNIV A SCBA-N
1-X-16-50-50-SCBA (WOOD POLE) SCBA METAL FINISH XX

UNV 24W LED 4000K

L1A
EXTERIOR LIGHT POLE LED TYPE IV DISTRIBUTION SINGLE MOUNT

POLE STAINLESS STEEL GREY FINISH STANDARD COLOR BY
ARCHITECT

HESS
RS200 1LV-1LEVO 4000K SPL TYPE IV UNIV A SCBA-N 16'

SQUARE POLE STAINLESS STEEL
UNV 24W LED 40000K

L1B
EXTERIOR LIGHT POLE LED TYPE V DISTRIBUTION SINGLE MOUNT
POLE STAINLESS STEEL GREY FINISH W/SOUND SPEAKER MTD TO

THE POLE SCBA
HESS

RS200 1LV-1LEVO 4000K SPL TYPE V UNIV A SCBA-N 16'
SQUARE POLE-SPL

UNV 24W LED 40000K

L1C
EXTERIOR LIGHT POLE LED TYPE V DISTRIBUTION SINGLE MOUNT

POLE STAINLESS STEEL GREY FINISH W/3 SETS OF SOUND
SPEAKERS AND A LINEAR LIGHT FIXTURE MOUNTED ON THE POLE

HESS
RS200 1LV-1LEVO 4000K SPL TYPE V UNIV A SCBA-N  16'
SQUARE POLE-SPL FLUORESCENT LINEAR EXTERIOR

UNV 24W LED

L3 SHORT BOLLARD 20" LED IP 65 360 DEGREE ILLUMINATION BEGA 7741 - K35 - GRAPHITE 896 UNV 24W LED

L4
LIGHTING STEP LUMINAIRE, RECESSED WITH SHEILDED LIGHT

SOURCE AND REMOTE DRIVER REMOTE DIMMER STANDARD COLOR
BY ARCHITECT

BEGA 2203LED-REMOTE DRIVER 277 2.2W LED

L5
EXTERIOR LIGHTING WALL LUMINAIRE, RECESSED WITH

ASYMMETRICAL LIGHT DISTRIBUTION. IP65 LED
BEGA 2248 3K LED GRAPHITE FINISH 463 UNV 8.4W LED

L7
EXTERIOR LANDSCAPE LIGHT FIXTURE LED SQUARE STAINLESS

STEEL ADJUSTABLE ROTATION AND TILT
BEGA 7601LED-538-755-050 UNV 6.5W 30 DEGREE

L8 EXTERIOR BOLLARD LED CCBA BEGA CN900/360-WW-3000K-UNV-D-CC UNV 18W LED

M
WALL MOUNTED VERTICALLY FLUORESCENT VANITY FIXTURE,

SQUARE W/INTEGRAL BALLAST, SATIN CHROME FINISH. MOUNT TOP
OF FIXTURE 6'-11 1/2" AFF

EUREKA 3541-35FT5.21-277V-SC-WH 277 14W 1 T5 4100K

O
DECORATIVE PENDANT IN LEVEL 2 AREA B CONFERENCE ROOM

SUSPENDED WITH ADJUSTABLE 36" AIRCRAFT CABLE
ARCHITECTURAL LIGHTING

WORKS
LP1-D-12-HP-10-3500-LED-DIM-UNV-DWD 277 10W/FT  LED 35K

P WET LOCATION MONOPOINT SLIM CYLINDER TRACK  LIGHT FIXTURE
(CHEVRON DESIGN)

BEGA 7705LED-GS 277 30W LED 41K

P1
SURFACE MOUNTED BLACK LED ADJUSTABLE FLOODLIGHT W/

GLARE SHIELD
BEGA 7701LED-BLK 180° GS 277 30W

LED 4000K
26° BEAM

Q
SURFACE SHOWER LIGHT ROUND WET LOCATION LED MATTE WHITE

TRIM
KENALL MR13FD-P1A-MW-50L.40K-DV-WL-R80 UNV 50W LED 4000K

R
RESTROOM VANITY LIGHT FIXTURE WHITE FINISH IN DRESSING

ROOMS
LIGHTOLIER BELMONT 5491-WHU-UNV UNV 2 F17W T8 41K

ST
WALL MOUNTED FLUORESCENT 4' LINEAR LIGHT FIXTURE DIRECT

ONLY WITH SOLID FRONT WHITE FINISH AND ASYMMETRIC
REFLECTOR

LITECONTROL #W-D-66N-24T8-XA-6044-ELB10-CWM 277 2 F032/841/XP/XL/EC03

ST4
WALL MOUNTED FLUORESCENT 4' LINEAR LIGHT FIXTURE
INDIRECT/DIRECT WITH SOLID FRONT WHITE FINISH AND

ASYMMETRIC REFLECTOR
LITECONTROL #W-ID-66N-24T8-XA-6044-ELB10-CWM 277 2 F032/841/XP/XL/EC03

TR
DRESSING ROOM TRACK SURFACE MOUNTED WHITE SINGLE

CIRCUIT REFER TO DRAWINGS FOR EXACT LENGTHS PROVIDE ALL
REQUIRED ACCESSORIES

LITHONIA LT SURFACE SINGLE CIRCUIT TRACK SERIES-XX LGTH WHITE 120 -   -   -

TR1
DRESSING ROOM TRACK MOUNTED LIGHT FIXTURE WHITE FINISH

LINE VOLTAGE HALOGEN PAR LAMP WITH FILTER LENSE
LITHONIA LTC RNDB PAR 20 WB WH LTFH500 F500 120 50W 1

PAR 16 FL25
HAL

UC
UNDER CABINET FIXTURE WHITE FINISH W/REMOTE DRIVER REFER

TO PLANS FOR EXACT LENGTHS
TECH LIGHTING

700UCRD-19-9-30-W-LED 700AT 15 24 ELW-PF-JC-FC-LC-T AS
NEEDED

120 12W LED 3000K

V LINEAR PENDANT FIRST LEVEL 8' REMOTE DRIVER
ARCHITECTURAL LIGHTING

WORKS
LP1-D-8-HP14-4000-LED-DIM-UNV-DWD-AL UNV 14W/FT LED 4000K

V LINEAR PENDANT FIRST LEVEL 8' REMOTE DRIVER
ARCHITECTURAL LIGHTING

WORKS
LP1-D-8-HP14-4000-LED-DIM-UNV-DWD-AL UNV 14W/FT LED4000K

V1 LINEAR PENDANT SECOND LEVEL CONF ROOM 12' REMOTE DRIVER
ARCHITECTURAL LIGHTING

WORKS
LP1-D-12-HP14-4000-LED-DIM-UNV-DWD-AL UNV 14W/FT LED 4000K

V1 LINEAR PENDANT SECOND LEVEL CONF ROOM 12' REMOTE DRIVER
ARCHITECTURAL LIGHTING

WORKS
LP1-D-12-HP14-4000-LED-DIM-UNV-DWD-AL UNV 14W/FT LED 4000K

V3
DECORATIVE LUMINOUS MONOPOINT SQUARE PENDANT SATIN

CHROME
EUREKA 4037-XLH LED.4.40 277V-S6-XX-SQC-2431E-SC-WHITE 4W LED 4000K

W COVE UPLIGHT FIXTURE FLUORESCENT PINNACLE #C105-2T5HO 35K XX UNV IC 277 2
T5HO 35K

4000K

WL RECESSED STEP LIGHT WHITE LED BLACK FINISH REMOTE DRIVER BEGA 2203 LED BLACK 277 3.1W LED 3000K

X1
EXIT SIGN SINGLE SIDE LED EDGE LIT COORD. MTG. STYLE GREEN

LETTERS. SCBA COORDINATE ARROWS ON SITE
DUAL-LITE #LE-C/W/E-S-G-XXX-SCBA-A UNV INCLUDED

X2
EXIT SIGN DOUBLE FACE LED EDGE LIT COORD.MTG.STYLE GREEN

LETTERS. SCBA. COORDINATE ARROWS ON SITE
DUAL-LITE #LE-C/W/E-D-G-XXX-SCBA-A UNV INCLUDED

X3
EXIT SIGN SINGLE FACE BLACK GREEN LETTERS

THERMOPLASTIC LED COORDINATE MOUNTING AND
DIRECTION ARROWS ON SITE

DUAL-LITE #LX-U-G-B UNV INCLUDED

X4
EXIT SIGN SINGLE FACE LED WHITE FINISH THERMOPLASTIC
LED COORDINATE MOUNTING AND DIRECTION ARROWS ON

SITE
DUAL-LITE #LX-U-G-W UNV INCLUDED

Y TRACK SURFACE MOUNTED BLACK SINGLE CIRCUIT TRACK LITHONIA
LT SURFACE SINGLE CIRCUIT TRACK SERIES-XX LGTH

BLACK
120

Y1
TRACK MOUNTED LIGHT FIXTURE BLACK FINISH LINE

VOLTAGE HALOGEN PAR LAMP
LITHONIA LTC RNDB PAR 20 MB DBL LTFH500 F500 120 1

PAR 16 50
WSPOT HAL

Z
DECORATIVE PENDANT LIGHT FIXTURE W/DOWNLIGHT AMBER

SEEDED ACRYLIC LED W/DRIVER 0-10V DIMMING
STERNBERG

630-LED-HCH44-STD-MOD-XXOAH-AMBER SEEDED
ACRYLIC- CHEVRON-DOWNLIGHT-SCBA-DIM CHAIN

MOUNTED
W LED

Z1
DECORATIVE WALL MOUNT LIGHT FIXTURE W/DOWNLIGHT

AMBER SEEDED ACRYLICMED BASE 0-10V DIMMING OVERALL
DIMENSIONS CANNOT EXCEED  W 12"X16 H 1/4"X14 EXT 1/2"

STERNBERG
730D-77WB-SCBA-STD-MOD-AMBER SEEDED ACRYLIC

CHEVRON-DIM
120 10W LED 4100K

SHAKESPEARE EQUIPMENT SCHEDULE
WIRES OCPD REF. NOTES
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REMARKS

AC-1A SPLIT AC INDOOR 1 MCA 208 1 0.80 3/4'' 1 2 12 12 CB 15 4A Interior unit powered from exterior

AC-1B SPLIT AC OUTDOOR 18 MCA 208 1 14.40 3/4'' 1 2 12 12 CB 25 2A

AC-2A SPLIT AC INDOOR 1 MCA 208 1 0.80 3/4'' 1 2 12 12 CB 15 4A Interior unit powered from exterior

AC-2B SPLIT AC OUTDOOR 18 MCA 208 1 14.40 3/4'' 1 2 12 12 CB 25 2A

AC-3A SPLIT AC INDOOR 1 MCA 208 1 0.80 3/4'' 1 2 12 12 CB 15 4A Interior unit powered from exterior

AC-3B SPLIT AC OUTDOOR 18 MCA 208 1 14.40 3/4'' 1 2 12 12 CB 25 2A

AC-4A SPLIT AC INDOOR 1 MCA 208 1 0.80 3/4'' 1 2 12 12 CB 15 4A Interior unit powered from exterior

AC-4B SPLIT AC OUTDOOR 18 MCA 208 1 14.40 3/4'' 1 2 12 12 CB 25 2A

AC-5A SPLIT AC INDOOR 1 MCA 208 1 0.80 3/4'' 1 2 12 12 CB 15 4A Interior unit powered from exterior

AC-5B SPLIT AC OUTDOOR 18 MCA 208 1 14.40 3/4'' 1 2 12 12 CB 25 2A

AH-1 AIR HANDLER 16 FLA 120 1 16.00 3/4'' 1 2 12 12 CB 20
Alt #1/120v for lights & recept/Provide duct
smoke detection

AH-2 AIR HANDLER 16 FLA 120 1 16.00 3/4'' 1 2 12 12 CB 20
120v for lights & recepts/Provide duct smoke
detection

AH-3 AIR HANDLER 16 FLA 120 1 16.00 3/4'' 1 2 12 12 CB 20
120v for lights & recepts/Provide duct smoke
detection

AH-4 AIR HANDLER 16 FLA 120 1 16.00 3/4'' 1 2 12 12 CB 20
120v for lights & recepts/Provide duct smoke
detection

ATC CONTROL PANEL 16 MCA 120 1 12.80 3/4'' 1 2 12 12 CB 20 11A

ATC CONTROL PANEL 16 MCA 120 1 12.80 3/4'' 1 2 12 12 CB 20 11A

ATC CONTROL PANEL 16 MCA 120 1 12.80 3/4'' 1 2 12 12 CB 20 11A

ATC CONTROL PANEL 16 MCA 120 1 12.80 3/4'' 1 2 12 12 CB 20 11A

B-1 BOILER 10 FLA 480 3 10.00 3/4'' 1 3 12 12 CB 20 2A

B-2 BOILER 10 FLA 480 3 10.00 3/4'' 1 3 12 12 CB 20 2A

CH-1 CHILLER 271 MCA 480 3 216.80 - D PART OF MCP-1

CT-1A COOLING TOWER FAN 15 HP 480 3 21.00 3/4'' 1 3 10 10 CB 40 9A 1A

CT-1B COOLING TOWER HEATER 9 KVA 480 3 10.83 3/4'' 1 3 12 12 CB 20 2A

CUH-1 CABINET UNIT HEATER 1/15 HP 120 1 2.50 3/4'' 1 2 12 12 CB 15 4A

DBF-1 DRYER BOOSTER FAN 69 VA 120 1 0.58 3/4'' 1 2 12 12 CB 15 4A

EF-1 EXHAUST FAN 1.5 HP 480 3 3.00 3/4'' 1 3 12 12 CB 20 7A

EF-2 EXHAUST FAN 1/2 HP 120 1 9.80 3/4'' 1 2 12 12 CB 20 4A

EF-3 EXHAUST FAN 1/2 HP 120 1 9.80 3/4'' 1 2 12 12 CB 20 4A

EF-4 EXHAUST FAN 1/2 HP 120 1 9.80 3/4'' 1 2 12 12 CB 20 4A

EF-5 EXHAUST FAN 1/4 HP 120 1 5.80 3/4'' 1 2 12 12 CB 20 4A

EF-6 EXHAUST FAN 1/4 HP 120 1 5.80 3/4'' 1 2 12 12 CB 15 4A

EF-7 EXHAUST FAN 1/4 HP 120 1 5.80 - D PART OF MCP-1

EF-8 EXHAUST FAN 1 HP 480 3 2.10 - D PART OF MCP-1

EF-9 EXHAUST FAN 1/2 HP 120 1 9.80 3/4'' 1 2 12 12 CB 20 4A

EWC-1 ELEC WATER COOLER 1/5 HP 120 1 4.90 3/4'' 1 2 12 12 CB 20 11A

GF-1 GLYCOL FEED UNIT 1/3 HP 120 1 7.20 3/4'' 1 2 12 12 CB 20 4A

GF-2 GLYCOL FEED UNIT 1/3 HP 120 1 7.20 3/4'' 1 2 12 12 CB 20 4A

GF-3 GLYCOL FEED UNIT 1/3 HP 120 1 7.20 3/4'' 1 2 12 12 CB 20 4A

P-1 HEAT PUMP 20 HP 480 3 27.00 3/4'' 1 3 8 10 CB 50 9A

P-2 HEAT PUMP 20 HP 480 3 27.00 3/4'' 1 3 8 10 CB 50 9A

P-3 PRE-HEAT PUMP 2 HP 480 3 3.40 3/4'' 1 3 12 12 CB 15 7A

P-4 PRE-HEAT PUMP 2 HP 480 3 3.40 3/4'' 1 3 12 12 CB 15 7A

P-5 PRE-HEAT PUMP 1.5 HP 480 3 3.00 3/4'' 1 3 12 12 CB 15 7A

P-6 PRE-HEAT PUMP 1.5 HP 480 3 3.00 3/4'' 1 3 12 12 CB 15 7A

P-7 PRE-HEAT PUMP 2 HP 480 3 3.40 3/4'' 1 3 12 12 CB 15 7A

P-8 PRE-HEAT PUMP 2 HP 480 3 3.40 3/4'' 1 3 12 12 CB 15 7A

P-9 CHILLED SECONDARY PUMP 40 HP 480 3 52.00 - D PART OF MCP-1

P-10 CHILLED SECONDARY PUMP 40 HP 480 3 52.00 - D PART OF MCP-1

P-11 CHILLED PRIMARY PUMP 15 HP 480 3 21.00 - D PART OF MCP-1

P-12 CHILLED PRIMARY PUMP 15 HP 480 3 21.00 - D PART OF MCP-1

RCP-1 RECIRC PUMP 1/4 HP 120 1 5.80 3/4'' 1 2 12 12 CB 15 4A

RLF-1 RELIEF FAN 7.5 HP 460 3 11.00 3/4'' 1 3 12 12 CB 20 9A 1A ALT #1

RLF-2 RELIEF FAN 7.5 HP 460 3 11.00 3/4'' 1 3 12 12 CB 20 9A 1A

RLF-3 RELIEF FAN 3 HP 460 3 4.80 3/4'' 1 3 12 12 CB 15 9A 1A

RLF-4 RELIEF FAN 7.5 HP 460 3 11.00 3/4'' 1 3 12 12 CB 20 9A 1A

SF-1 SUPPLY FAN 30 HP 460 3 40.00 3/4'' 1 3 6 8 CB 80 9A 1A ALT #1

SF-2 SUPPLY FAN 30 HP 460 3 40.00 3/4'' 1 3 6 8 CB 80 9A 1A

SF-3 SUPPLY FAN 7.5 HP 460 3 11.00 3/4'' 1 3 12 12 CB 20 9A 1A

SF-4 SUPPLY FAN 30 HP 460 3 40.00 3/4'' 1 3 6 8 CB 80 9A 1A

SP-1 SUMP PUMP 1/4 HP 120 1 5.80 3/4'' 1 2 12 12 CB 15 7A

Duplex Pump/120v to controller/120v to each
pump

UH-1 UNIT HEATER 1/20 HP 120 1 2.00 3/4'' 1 2 12 12 CB 15 4A

UH-2 UNIT HEATER 1/20 HP 120 1 2.00 3/4'' 1 2 12 12 CB 15 4A

UH-3 UNIT HEATER 1/20 HP 120 1 2.00 3/4'' 1 2 12 12 CB 15 4A

UH-4 UNIT HEATER 1/12 HP 120 1 3.00 3/4'' 1 2 12 12 CB 15 4A

UH-5 UNIT HEATER 1/6 HP 120 1 4.40 3/4'' 1 2 12 12 CB 15 4A

UH-6 UNIT HEATER 1/6 HP 120 1 4.40 3/4'' 1 2 12 12 CB 15 4A

UH-7 UNIT HEATER 1/4 HP 120 1 5.80 3/4'' 1 2 12 12 CB 15 4A

UH-8 UNIT HEATER 1/20 HP 120 1 2.00 3/4'' 1 2 12 12 CB 15 4A

UH-9 UNIT HEATER 1/12 HP 120 1 3.00 3/4'' 1 2 12 12 CB 15 4A

UH-10 UNIT HEATER 1/12 HP 120 1 3.00 3/4'' 1 2 12 12 CB 15 4A

UH-11 UNIT HEATER 1/3 HP 120 1 7.20 - D PART OF MCP-1

WH-1 WATER HEATER 5.7 FLA 120 1 5.70 3/4'' 1 2 12 12 CB 20 4A

WH-2 WATER HEATER 5.7 FLA 120 1 5.70 3/4'' 1 2 12 12 CB 20 4A

WH-3 WATER HEATER 5.7 FLA 120 1 5.70 3/4'' 1 2 12 12 CB 20 4A

WH-4 WATER HEATER 14.5 FLA 480 3 14.50 3/4'' 1 3 12 12 CB 20 2A

WS-1 WATER SOFTENER 5 FLA 120 1 5.00 3/4'' 1 2 12 12 CB 20 12A

 NOTES:

   1.  NON-FUSED DISCONNECT SWITCH    A. FURNISHED, INSTALLED, AND CONNECTED UNDER DIVISION 16

   2.  FUSED DISCONNECT SWITCH    B. FURNISHED AND INSTALLED UNDER ANOTHER DIVISION REQUIRING

   3.  BREAKER IN ENCLOSURE        CONNECTION UNDER DIVISION 16.

   4.  MANUAL STARTER W/THERMAL OVERLOAD    C. FURNISHED UNDER ANOTHER DIVISION BUT INSTALLED AND

   5.  MAGNETIC STARTER        CONNECTED UNDER DIVISION 16.

   6.  MAGNETIC STARTER/NON-FUSED DISCONNECT COMBINATION    D. FURNISHED, INSTALLED AND CONNECTED UNDER ANOTHER DIVISION.

   7.  MAGNETIC STARTER/FUSED DISCONNECT COMBINATION

   8.  MAGNETIC STARTER/BREAKER COMBINATION    CB = CIRCUIT BREAKER - THERMAL MAGNETIC

   9.  VARIABLE FREQUENCY DRIVE    CKW = CHILLER KILOWATTS

   10. REDUCED VOLTAGE STARTER

   11. DIRECT CONNECTION

   12. RECEPTACLE/SPECIAL PURPOSE OUTLET/ETC.    NOTE 1:  PER 250.122(A), EQUIPMENT GROUND IS NOT REQUIRED TO BE

   13. TWO-SPEED STARTER, COORDINATE W/MOTOR TYPE    LARGER THAN PHASE CONDUCTOR.

   14. SOLID STATE SOFT STARTER
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Bid Documents

LIGHTING SHOP DRAWING REQUIREMENTS

PRIOR APPROVAL REQUIREMENTS

BIDDING REQUIREMENTS

NOTE: NOT ALL ABBREVIATIONS WILL NECESSARILY BE USED.

LIGHT FIXTURE
ABBREVIATION SCHEDULE

LIGHT FIXTURE
GENERAL NOTES

REFER TO SPECIFICATIONS 16001, 16510 & 16551.

MUST INCLUDE BALLAST AND LAMP CUT SHEETS.

LINEAR LIGHTING MUST INCLUDE DETAILED DRAWINGS WITH SUPPORT DETAILS, STEM LOCATIONS AND HAVE ALL LENGTHS IDENTIFIED WITH STEM LOCATIONS.

COLOR SAMPLES MUST BE INCLUDED IN FIRST SUBMITTAL.

CUT SHEETS MUST BE STAMPED WITH THE FACTORY REPRESENTATIVE'S COMPANY NAME.

VALUE ENGINEERING CONDUCTED WITHOUT THE DESIGN TEAM IE; ARCHITECT, OWNER, ENGINEER & LIGHTING CONSULTANT/DESIGNER WILL NOT BE ALLOWED,
REVIEWED OR APPROVED.

PROVIDE A LIST OF SPARE PARTS, EQUIPMENT & LAMPS.

REFER TO THE ARCHITECTURAL REFLECTED CEILING PLANS FOR LOCATIONS OF LIGHT
FIXTURES. BRING ALL DISCREPANCIES OF LOCATIONS AND QUANTITIES TO THE
ATTENTION OF THE ARCHITECT AND ELECTRICAL ENGINEER PRIOR TO BIDDING.

REFER TO ARCHITECTURAL ELEVATIONS FOR MOUNTING HEIGHTS AND LOCATIONS OF
LIGHT FIXTURES. BRING ALL DISCREPANCIES TO THE ATTENTION OF THE ARCHITECT
PRIOR TO BIDDING.

REFER TO THE SPECIFICATIONS FOR OTHER LIGHT FIXTURE, FUSING, BALLAST, AND
LAMP REQUIREMENTS AND ACCEPTABLE MANUFACTURERS.

REFER TO ARCHITECTURAL DRAWINGS AND SPECIFICATIONS FOR LOUVER
REQUIREMENTS AS REQUIRED.

CONFIRM AVAILABLE MOUNTING DEPTHS OF ALL LIGHT FIXTURES AND COMPARE WITH
DEPTHS SHOWN ON SHOP DRAWINGS. BRING ALL POTENTIAL CONFLICT AREAS TO THE
ATTENTION OF THE ARCHITECT AND ELECTRICAL ENGINEER PRIOR TO RELEASE.

PRIOR APPROVAL IS REQUIRED BEFORE BIDDING THIS PROJECT.

PRIOR APPROVALS SHALL BE SUBMITTED TO THE ELECTRICAL ENGINEER'S OFFICE AT LEAST (8) EIGHT WORKING DAYS BEFORE THE BID. PRIOR APPROVALS
RECEIVED AFTER THIS TIME PERIOD SHALL BE REJECTED.

PRIOR APPROVALS SHALL BE SIGNED BY A PRINCIPAL OF THE SUBMITTING ORGANIZATION STATING THAT THEY HAVE PREPARED AND/OR REVIEWED THE
SUBMITTAL AND THAT THE PRODUCTS PROPOSED ARE EQUIVALENT TO THOSE SPECIFIED. ANY EXCEPTIONS SHALL BE SO NOTED.

ITEMS THAT ARE SUBMITTED AND HAVE BEEN APPROVED WILL BE LISTED IN THE ADDENDUM(S). VERBAL APPROVAL WILL NOT BE GIVEN ON ANY ITEM.

IT IS NOT THE RESPONSIBILITY OF THE ELECTRICAL ENGINEER TO NOTIFY THE SUBMITTING PARTY OF ERRORS IN THE SUBMITTAL. NOTIFICATION OF ERRORS BY
THE ELECTRICAL ENGINEER PRIOR TO ISSUANCE OF THE ADDENDUM(S) MAY NOT BE GIVEN.

PRIOR APPROVALS SHALL CONSIST OF TWO SETS OF CUT SHEETS DESCRIBING THE PRODUCTS BEING SUBMITTED AS EQUIVALENTS. FAXES ARE NOT
ACCEPTABLE. ALL SPECIFICATION INFORMATION SHALL BE CLEARLY MARKED, WITH NON-APPLICABLE INFORMATION CROSSED OUT. COMPLETE PHOTOMETRIC
DATA SHALL BE PROVIDED. PRODUCTS WITHOUT PHOTOMETRIC DATA WILL NOT BE APPROVED.

SUPPLY POINT-BY-POINTS AS REQUIRED BY THE ELECTRICAL ENGINEER AND/OR LIGHTING DESIGNER.

SAMPLE FIXTURES MUST BE SUPPLIED WITH A CORD, PLUG AND 120V BALLAST.

BID ONLY PRODUCTS THAT ARE SPECIFIED OR APPROVED BY ADDENDUM.

PACKAGING OF LIGHT FIXTURES WITH OTHER SYSTEMS IS NOT ALLOWED.

WHEN ONLY ONE PRODUCT IS APPROVED FOR BIDDING, THE PRICE FOR THAT ITEM SHALL BE BROKEN OUT SEPARATELY WHEN SUBMITTING PRICING TO
VARIOUS DISTRIBUTORS AND/OR CONTRACTORS.

WHEN A CONTRADICTION EXISTS BETWEEN A SPECIFIC MODEL NUMBER AND THE DESCRIPTION, THE DESCRIPTION SHALL GOVERN.4.

7.

6.

5.

3.

4.

1.

2.

7.

8.

6.

5.

4.

3.

2.

1.

3.

2.

1.

MOD

SFBA

CFBA

WALL@CLG

CCBA

SCBA

A.F.F.

MODIFY STANDARD LIGHT FIXTURE AS INDICATED

STANDARD FINISH AS SELECTED BY THE ARCHITECT

CUSTOM FINISH AS SELECTED BY THE ARCHITECT

STANDARD PAINTED COLOR AS SELECTED BY THE
ARCHITECT

CUSTOM PAINTED COLOR AS SELECTED BY THE
ARCHITECT

WALL MOUNT AT CORNER OF WALL AND CEILING

ABOVE FINISH FLOOR

5.

3.

4.

2.

1.

SHEET KEYNOTES

1 PROVIDE INTERIOR DIGITAL PHOTOCELL TO PROVIDE DAYLIGHT DIMMING CONTROL FOR
LIGHTING IN ROOM THRU RELAY PANEL.

SENSOR GENERAL NOTES
THE ELECTRICAL CONTRACTOR SHALL BE RESPONSIBLE
FOR CONTACTING THE SENSOR MANUFACTURER FOR
PROPER PLACEMENT AND ADJUSTMENT OF OCCUPANCY
SENSORS.

EACH ZONE SHALL HAVE COVERAGE BY OCCUPANCY
SENSOR SUCH THAT NO BLIND SPOT EXIST.

UPON COMPLETION OF THE INSTALLATION, THE SYSTEM
SHALL BE COMPLETELY COMMISSIONED BY THE
MANUFACTURER'S FACTORY AUTHORIZED TECHNICIAN
WHO WILL VERIFY ALL ADJUSTMENTS AND SENSOR
PLACEMENT TO ENSURE A TROUBLE FREE INSTALLATION.

THE LOCATION AND QUANTITIES OF SENSORS SHOWN ON
THE DRAWINGS ARE DIAGRAMMATIC AND INDICATE
ONLY THE ROOMS WHICH ARE TO BE PROVIDED WITH
SENSORS. THE ELECTRICAL CONTRACTOR SHALL
PROVIDE ADDITIONAL SENSORS IF REQUIRED TO
PROPERLY COVER THE RESPECTIVE ROOM.

4.

2.

1.

3.

Addendum #03 06/10/2014

Addendum #04 06/17/2014

Addendum #05 06/20/2014

Addendum #06 06/25/2014
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Electrical Site Plan
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12218730

Bid Documents

SCALE = 1" = 30'-0"

Electrical Site Plan

SHEET KEYNOTES

1 NEW UNDERGROUND TRENCH AND DUCT BANK. EXISTING OVERHEAD POWER TO BE
REMOVED.

NEW (2) 2" CONDUIT TO THE TELECOMMUNICATIONS ROOM IN THE SUMA BUILDING AND
SHAKESPEARE BUILDING AS SHOWN.

INDICATES LIGHT FIXTURES FOR SCULPTURE ILLUMINATION.

MOUNTED IN SIDE WALLS.

EMERGENCY CONTACT PEDESTAL. PROVIDE SUU CAMPUS STANDARD (RED IN COLOR
WITH WHITE LETTERING AND BLUE STROBE LIGHT) TALK-A-PHONE: #ETP-MT-R-OP3,
PHONE MODEL: #ETP-400V (HAS ABILITY TO RECORD MESSAGES AND HAVE TWO WAY
COMMUNICATION). CAMERA MODEL: #V60BC4036 (SILENT WITNESS COLOR CAMERA).
CONTACT ADI 3759 WEST 2340 SOUTH #E WEST VALLEY CITY, UTAH 84120.
(801)-972-8787,  WWW.TALKAPHONE.COM
PROVIDE INTERFACE #NV 214 A-M BY NETWORK VIDIO TECHNOLOGY,NVT PHONE: 800-
959-9870. OVERALL DIMENSIONS 12"W x 10"D x 108"H.
REFER TO C002/U-EX602 FOR CONCRETE BASE REQUIREMENT. SEE MANUFACTURER
SUBMITTAL FOR BOLT PATTERN. CONTRACTOR SHALL PROVIDE SUBMITTAL FOR FINAL
APPROVAL IN SHOP DRAWING PHASE OF CONSTRUCTION.

SUMA EXTERIOR SERVICE DISCONNECT. REFER TO SUMA POWER PLAN FOR EXACT
LOCATION.

REFER TO LANDSCAPE DRAWINGS FOR EXACT LOCATION OF TREES. EXACT LOCATION
OF LIGHT FIXTURES TO BE COORDINATED WITH OWNER, ELECTRICAL CONTRACTOR AND
LANDSCAPE CONTRACTOR PRIOR TO LANDSCAPING.

PROVIDE (1) 3/4" CONDUIT TO SHAKESPEARE TELE/COMM ER ROOM IN BASEMENT.
PROVIDE 4 PAIR, CAT 5 CONDUCTOR. PROVIDE TERMINATIONS AND TESTING PER
MANUFACTURER'S DIRECTION FOR A COMPLETE INSTALLATION.

ALUMNI HOUSE FIBER FEED VIA NEW PULL BOX, CONTINUING NORTH UNDER
UNIVERSITY TO ALUMNI HOUSE ENTRY POINT.

CONTRACTOR OPTION FOR ALUMNI HOUSE. FEED IS TO BORE UNDER ASPHALT THEN
CONTINUE AS INDICATED.

CONTRACTOR TO PROVIDE TEMPORARY CONNECTION TO BIRCHMANN UNTIL PERMANENT
FIBER CONNECTION IS IN PLACE. THIS MAY BE PROTECTED AT-GRADE CONDUIT.

PROVIDE SPARE 4" CONDUIT FROM UTILITY ENCLOSURE TO SUMA ELECTRICAL ROOM.
PROVIDE PULL ROPE AND CAP BOTH ENDS.  COORDINATE STUB LOCATION IN
ENCLOSURE WITH OWNER PRIOR TO ROUGH-IN.

OH POWER FROM NEW STEEL POLE TO EXISTING WOOD POLE.

NEW FIBER PULL BOX AND NEW FIBER IN EXISTING CONDUIT TO BUILDING AT NORTH
SIDE OF CAMPUS.

BURIED POWER IS NO LONGER ALLOWED UNDER UNIVERSITY BLVD AT THIS LOCATION.
BURIED POWER CONTINUES FROM THE NEW STEEL POLE TO THE SOUTH AS CURRENTLY
DESIGNED.

NEW UNDERGROUND FEED FOR UTILITY CABLE SERVICE.

CONFIRM LOCATION OF EXISTING O.H. POWER.  NEW STEEL POLE IS INLINE WITH THE
O.H. PATH.

2

3

4

5

6

7

8

Addendum #03 06/10/2014

Addendum #04 06/17/2014

Addendum #05 06/20/2014

Addendum #06 06/25/2014

9

10

11

12

13

14

15

16

6

6

GENERAL SHEET NOTES
SITE UTILITIES SHOWN FOR DIAGRAMMATIC PURPOSES
ONLY.  REFER TO CIVIL SITE/UTILITY PLAN FOR EXACT
REQUIREMENTS RELATED TO CONDUIT SIZES, TRENCH
PATHS/DEPTHS, UTILITY VAULTS/CABINETS, UTILITY
CONTACT INFORMATION, ETC.

1.
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28 May 2014

12218730

Bid Documents

SCALE = 1/8" = 1'-0"

Basement Lighting Plan

SHEET KEYNOTES

1 AIR HANDLER LIGHTS.

REMOTE WORKLIGHT SWITCH (RWS) AND TOUR/CLEANING LIGHT STATION (TCLS) MOUNT
AT STANDARD SWITCH HEIGHT.

CIRCUIT EXIT SIGN TO THE EMERGENCY CIRCUIT BHE1-7.

SEE THEATRICAL LIGHTING SHEETS FOR CIRCUITING AND SCHEDULING DETAILS.

LOCATION OF TRANSFORMERS FOR WL FIXTURES, SEE U-EL101A AND U-EL101B.
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5

Addendum #03 06/10/2014

Addendum #04 06/17/2014

Addendum #05 06/20/2014



UP

DN

UP

DN

DN

DN

UP

8" deep shelves

S
e

w
in

g
S

e
w

in
g

S
e

w
in

g

S
e

w
in

g
S

e
w

in
g

S
e

w
in

g

S
e

w
in

g
S

e
w

in
g

S
e

w
in

g

S
e

w
in

g
S

e
w

in
g

S
e

w
in

g

S
e

w
in

g
S

e
w

in
g

S
e

w
in

g

ice
mac hi ne

P.O
.S.

P
.O

.S
.

P.
O

.S
.

micr. micr.

P.O
.S.

refrig/freezer
c o m bo

dou ble deck
con vecti on

oven

P.
O

.S
.

e
x

p
re

sso

soda
fountain

dra wer
wa rm er
(bel ow)

coffee
urn

co
stu

m
e

 rac
k

co
stu

m
e

 rac
k

ironingco
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

ironing

co
stu

m
e

 rac
k

co
stu

m
e

 rac
k

co
stu

m
e

 rac
k

co
stu

m
e

 rac
kironingco

st
u

m
e

 r
ac

k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

ironing

co
stu

m
e

 rac
k

co
stu

m
e

 rac
k

co
stu

m
e

 rac
k

co
stu

m
e

 rac
k

Dye Vat

wardro be ra ck

fla mma ble ma t.
cabi net

Sto
rag

e R
ack

Sto
rag

e R
ack

Dye Vat

Sto
rag

e R
ack

Sto
rag

e R
ack

Storage RackStorage Rack

St
o

ra
g

e 
R

ac
k

St
o

ra
g

e 
R

ac
k

SewingSewingSewing

St
o

ra
g

e 
R

ac
k

St
o

ra
g

e 
R

ac
k

fl
a

m
m

a
b

le
 m

a
t.

ca
b

in
e

t

SewingSewingSewing

21 21 21 21 21 21 21 21

21 21 21

21 21 21 21 21 21 21 21 21 21 21

21 21 21 21 21 21 21

21 21 21 21 21 21 21 21 21 21 21 21 21 21 21

21 21 21 21 21 21 21 21 21

21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2121212121212121

2121

2121212121212121212121

21212121212121

2121212121212121212121212121

21212121212121212121

212121212121212121212121212121212121

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20

20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

21 21 21 21 21 21 21 20 20 20 20 20 20 20 20 20 21 21 21 21 21 21 212020

21212121 21 21 2121222222

22222222 222222

222222

22222222 222222

222222 222222 22 22 22 2222 22 2222

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
1

2
1

222222222222222222222222

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
0

2
0

2
0

2
0

2
0

2
0

2
0

2
0

2
0

2
1

2
1

2
1

2
1

2
0

2
0

2
0

2
0

2
0

PP

T

T

T T T T

JJ

F3R

J

A
A

B

A

B

ST4

ST4

A

DF

D
D

D

B

D

DB

A

DF
A

ST4

JB
JB

J

J

16

13.5

E

A

17

8.2

8.8

B C D F G H J L

L

AA
CC DD

FF

GG

HH

8.7

EEBB

DF

J

D

D

D

C

D

B

TR1
TR1 TR1

C

C

UC

L

K

K

KK

L

A

F

ORCHESTRA
SEATING

103

STAGE
101

WEST PATRON
STAIR

122

STAGE
STORAGE

121

SERVICE ELEV
120

UNISEX
119

PROPS
WORKROOM

118

ACTOR STAIR
117

BACKSTAGE
102

ACTOR
QUEUING

114

PAINT BOOTH
125

DIRTY CRAFTS
127

CLEAN CRAFTS
128

DYE ROOM
124

CORRIDOR
126

H&M STORAGE
123

WASH/DRY
132H

COSMETOLOGY
130

H&M OFFICE
129

H&M BUILD
131

PRODUCTION 1
132A

COSTUME
PRODUCTION

132

PRODUCTION 2
132B

PRODUCTION 3
132C

COSTUME
WORK 2

132S

FITTING ROOM 3
132R

DESIGNER 3&4
132P

STORAGE 3&4
132Q

FITTING ROOM 2
132N

CRAFT WORK 1
132M

FITTING ROOM 1
132L

DESIGNER 1&2
132J

STORAGE 1&2
132K

(BH1-2)
SRP1-6

1

(BH1-4)

C

SRP1-7

X4

X3

+16"

+16"

+16"

+16"

+16"

+16"
ST4

ST4

EM

WL

WL

WL

WL

WL

X1
EMEMEM

EM

EMEM

WL

WL

J

A

F
F

WL17E

WL19

RL6

RL5

JM

JM

PB-1F

TCLS-103

TCLS-102

RWS-115

HMS-102

RWS-112

RWS-114

RWS-113RWS- 110

RWS- 111

TCLS-101

3

3

3

3

3

F5

F5
F F5

K2

BBB

(BH1- 17)
SRP1-32

(BH1- 9)
SRP1-31

SRP1-3434

TR

35

TR

(BH1- 11)
SRP1-35
(BH1- 11)

TR

BL1-33

X3

9

28
27

(BL6- 13)
SRP1-28

31

32SRP1-27

(BL6- 15)
SRP1-29

30

29

SRP1-30
(BH1- 17)

38

BH1-13

(BH1- 11)
SRP1-38

9

36 37

SRP1-37

SRP1-36

WL

WL

WL

Z1

Z1

Z1

Z1 Z1

Z1

Z1

WL
WL

WL

6

5

5

5

5

EV

BLE1-6

X3

X3

5
5

WL

A

5

X1

X1

5

5

M

M
M

M

(BH1-11)

(BH1-11)

(BH1-10)

X3

X3

5

5

WL

X3

5

X3

B

AA A

WL WL

WL

WL

WL

WL

WL

WL

WL

WL

WL

WL

WLWLWLWL

D3

D2

D2

D1

D1

D1

D2

D2

D3

D3

D1

D1

D3

D1

D1

D2

D3

D3

D2

D1

11

11

11
11

11

11

11

11

11

11

11

11

11

11

11

11

8

11

11

11

11

WL

WL

WL

4

(BH1-19)

6

(TYP.)

6

(TYP.)

6

(TYP.)

9

9

(BH1-15)

10

SRP1-40

40

M M

F3R

F3R

8

8

D1

D1

DR-2F-590

DR-2F-570

D1

D1

DR-2F-582

F3R F3R

F3R

F3R
F3R

F3R

DR-2F-583

D3

D3

D1

D1

D1

D1

D2

D2

DR-2F-571

SRP2-17

2H1-20

+7'6"

WL15

3

VESTIBULE
109

PRODUCTION 4
132D

WOMEN'S
RESTROOM

113

MEN'S
RESTROOM

112

CONCESSIONS
104

EAST PATRON
PLAZA

105b

8
8

8
8

DR-2F-565

12

12

DR-2F-575

BL1-33

EM

EM

DR-2F-584

EM

EM

EM

EM

EM

EM

EM

EMEM

EM

EM
EM

EM

EM

EM

EM

EM

EM

WL16E

UP

DN

WL16

WL16E

WL17

RL6

DR-2F-564

3

UP

DN

EM

EM

EM

EM
EM

EM

EM

EM

DR-2F-564 DR-2F-566

EM

EM

EM
EMEM

EM

EM

EM

EM

8

8

DR-2F-569

8

8

DR-2F-567

A

A
A

X3
X3

X3
ENTRY

110

CORRIDOR

115

PLAZA
NORTH PATRON

106

PLAZA
WEST PATRON

106

GALLERY
134B

RWS-114B

DR-2F-568

WL18

WL18E

BHE1-4

F

F

F

F

F

FK1

K1
K1

X5

5

X5

5

X5

5

X5

5

AD

BL

BL

BL

BL

BL

BL

BL

BL

BL

BL

BL BL
BL

BL

BL

BL

BL

BL

BL
BL BL BL BL

BL

BL

BLBL

BL

BL

BL

BL

BL

BL
BL

BL

+7'6"

+7'6"

+7'6"

+7'6"

+7'6"

+7'6"
+7'6"

+7'6"

+7'6" +7'6"

+7'6" +7'6"
+7'6" +7'6"

+7'6"

+7'6"

+7'6"

+7'6"

+7'6"

+7'6"

+7'6"

+7'6"+7'6"

+7'6"
+7'6"

+7'6"

+7'6"+7'6"

+7'6"
+7'6"

BL BL

BL

+7'6" +7'6"

+7'6"

+7'6" +7'6"

BL

+7'6"

+7'6"

+7'6"

BL

14

ACUP

+114'-9"

AC

AC

+114'-9"

+114'-9"

DR-2F-588

6

6

6

MESKER

GARY W.

No. 4816

G
I
N
E
E
R

ONAOF
ESSI

R

UT
AH

TE OF

S
E
D

E
I
C
N

S

L

TA

P
L

E
N

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

First Floor - Area A
Lighting Plan

U-EL101A

28 May 2014

12218730

Bid Documents
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First Floor - Area A Lighting Plan

SHEET KEYNOTES

1 INDICATES LOW VOLTAGE LIGHT SWITCH FOR TRANSFORMER/CHILLER ENCLOSURE.
PROVIDE LABEL ON SWITCHPLATE "SWITCH FOR UTILITY YARD LIGHTS".

TRANSFORMER FOR WL STEP LIGHTS AND SEAT LIGHTING LOCATED IN CEILING OF
CONCESSIONS.

SEE THEATRICAL LIGHTING SHEETS FOR CIRCUITING  AND SCHEDULING DETAILS.

MOUNT UNDERCABINET LIGHT TO THE FACE OF THE CABINET. LOCATE THE REMOTE
DRIVER ON THE TOP OF THE CABINET SECURELY.

CIRCUIT EXIT SIGN TO THE EMERGENCY CIRCUIT BHE1-7.

MOUNT LIGHT FIXTURE Z1 TO THE FACE OF BALCONY SEATING. REFER TO
ARCHITECTURAL SECTION.

SEE LIGHTING PLAN FOR ELECTRICAL REQUIREMENTS FOR THE ELEVATOR PIT.

EMERGENCY FIXTURES TO BE RUN THROUGH ELTS-1F FOR EGRESS LIGHTING. SEE
THEATRICAL LIGHTING SHEETS FOR CIRCUITING AND SCHEDULING DETAILS.

CIRCUIT TO LAMP 2 & 3 IN FIXTURE TYPE "B".

CIRCUIT TO LAMP 1 IN FIXTURE TYPE "B".

INDICATES AISLE LIGHT FIXTURE IN THE THEATRE SEAT, PROVIDED BY THE SEAT
SUPPLIER. PROVIDE A FLEX CONDUIT STUB-UP TO EACH LOCATION, COORDINATION FOR
EXACT LOCATION MUST BE PROVIDED BY THE CONTRACTOR. THE ELECTRICAL
CONTRACTOR SHALL PROVIDE LOW VOLTAGE CONDUCTOR, TRANSFORMER, AND ALL
TERMINATIONS FOR A COMPLETE AND WORKING SYSTEM.

TRANSFORMERS FOR WL STEP LIGHTS LOCATED IN BASEMENT MECHANICAL 008.

TRANSFORMERS FOR WL STEP LIGHTS LOCATED IN BASEMENT STAGE STORAGE 121.

TO PAINT BOOTH EXHAUST SYSTEM CONTROL PANEL. SEE NOTE 19 ON SHEET EP101A.

2

3

GENERAL SHEET NOTES

REMOTE WORKLIGHT SWITCHES (RWS AND TOUR/CLEANING LIGHT STATIONS (TCLS)
MOUNT AT STANDARD SWITCH HEIGHT.

HOUSE LIGHT MASTER STATIONS (HMS) MOUNT 54" ABOVE FINISHED FLOOR.

1.

2.

4

5

6

7

8

9
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11

12

13

Addendum #03 06/10/2014

Addendum #04 06/17/2014

Addendum #05 06/20/2014

Addendum #06 06/25/2014
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SCALE = 1/8" = 1'-0"

First Floor - Area B Lighting Plan

SHEET KEYNOTES

1 CIRCUIT TO LAMP #1 IN FIXTURE TYPE "B".

CIRCUIT EXIT SIGN TO THE EMERGENCY CIRCUIT 2HE1-6.

NOT USED.

LOW VOLTAGE LIGHTING SWITCH FOR LIGHT FIXTURES IN UPPER CEILING. SEE SHEET
U-EL102B.

LOW VOLTAGE LIGHT SWITCH FOR LIGHT FIXTURES SHOWN ON SHEET U-EL102B.

MOUNT UNDERCABINET LIGHT TO THE FACE OF THE CABINET. LOCATE THE REMOTE
DRIVER ON THE TOP OF THE CABINET SECURELY.

TRANSFORMERS FOR WL STEP LIGHTS LOCATED IN BASEMENT OF MECHANICAL 008.

2

3

4

5

6

7
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SCALE = 1/8" = 1'-0"

First Floor - Area C Lighting Plan
SCALE = 1/8" = 1'-0"

First Floor - Area C Alternate 1 Lighting
Plan

SHEET KEYNOTES

1 REFER TO ENLARGED DIAGRAM ON THIS SHEET FOR PLACEMENT OF LIGHT FIXTURES.

SEE THEATRICAL LIGHTING SHEETS FOR CIRCUITING AND SCHEDULING DETAILS.

EXISTING LIGHT FIXTURES FROM BASE BID PHASE.

CIRCUIT EXIT SIGN TO 2HE1-6.

PROVIDE A GTD TRANSFER BALLAST.

NOT USED

TIED TO CONTROLLED OUTLETS AT DRESSING STATIONS.

EMERGENCY FIXTURES TO BE RUN THROUGH ELTS-1F FOR EGRESS LIGHTING. SEE
THEATRICAL LIGHTING SHEETS FOR CIRCUITING AND SCHEDULING DETAILS.

GENERAL SHEET NOTES

REMOTE WORKLIGHT SWITCHES (RWS AND TOUR/CLEANING LIGHT STATIONS (TCLS)
MOUNT AT STANDARD SWITCH HEIGHT.

HOUSE LIGHT MASTER STATIONS (HMS) MOUNT 54" ABOVE FINISHED FLOOR.

FIXTURES "JF-1" AND "JF-2" MOUNT 7'-6" ABOVE FINISHED FLOOR..

1.

2.

3.
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6

7

8
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Plan
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Bid Documents

SCALE = 1/8" = 1'-0"

Second Floor - Area A Lighting Plan

SHEET KEYNOTES

1 REFER TO DIAGRAM ON SHEET U-EL101C FOR PLACEMENT OF LIGHT FIXTURES.

SEE THEATRICAL LIGHTING SHEETS FOR CIRCUITING AND SCHEDULING DETAILS.

LOCATED UP HIGH IN CATWALK ON COLUMN.

CIRCUIT EXIT SIGN TO THE EMERGENCY CIRCUIT BHE1-7.

INDICATES LIGHT FIXTURE, PROVIDED BY THE SEAT SUPPLIER. PROVIDE A FLEX CONDUIT
STUB UP TO EACH LOCATION. COORDINATION FOR EXACT LOCATION MUST BE PROVIDED BY
CONTRACTOR. THE ELECTRICAL CONTRACTOR SHALL PROVIDE LOW VOLTAGE
CONDUCTOR, TRANSFORMER, AND ALL TERMINATIONS FOR A COMPLETE WORKING
SYSTEM.

TRANSFORMERS FOR SEAT AND/OR STEP LIGHTING LIGHTING.

TIE TO CONTROLLED OUTLETS AT DRESSING STATIONS.

PROVIDE A GENERATOR TRANSFER DECICE IN FIXTURE FOR EGRESS LIGHTING. REFER TO
SPECIFICATION SECTION 26 5100 FOR MORE INFORMATION.

2

GENERAL SHEET NOTES

REMOTE WORKLIGHT SWITCHES (RWS) AND TOUR/CLEANING LIGHT STATIONS (TCLS)
MOUNT AT STANDARD SWITCH HEIGHT.

HOUSELIGHT MASTER STATIONS (HMS) MOUNT 54" A.F.F.

1.

2.
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5
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8
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Plan
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SCALE = 1/8" = 1'-0"

Second Floor - Area B Lighting Plan

SHEET KEYNOTES

1 CIRCUIT EXIT SIGN TO THE EMERGENCY CIRCUIT 2HE1-6.

LIGHT FIXTURE TYPE W SHALL BE MOUNTED IN ARCHITECTURAL CORE.

Addendum #03 06/10/2014

Addendum #05 06/20/2014

Addendum #06 06/25/2014
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Second Floor -
Area C Lighting
Plan

U-EL102C

28 May 2014

12218730

Bid Documents

SCALE = 1/8" = 1'-0"

Second Floor - Area C Lighting Plan

SHEET KEYNOTES

1 AIR HANDLER LIGHTS.

PROVIDE WITH EMERGENCY TRANSFER.

SEE THEATRICAL LIGHTING SHEETS FOR CIRCUITING AND SCHEDULING DETAILS.

EXISTING LIGHT FIXTURE FROM BASE BID PHASE.

CICUIT EXIT SIGN TO 2HE1-6

EMERGENCY FIXTURES TO BE RUN THROUGH ELTS-1F FOR EGRESS LIGHTING. SEE
THEATRICAL LIGHTING SHEETS FOR CIRCUITING AND SCHEDULING DETAILS.

SEE LOWER LEVEL FOR SWITCH LOCATION.

LIGHT FIXTURE IS MOUNTED IN AN ARCHITECTURAL COVE. COORDINATE WITH
ARCHITECTURAL DETAIL AND SECTION PRIOR TO ROUGH-IN.

SCALE = 1/8" = 1'-0"

Second Floor - Area C Alternate 1
Lighting Plan
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SCALE = 1/8" = 1'-0"

Catwalk Lighting Plan

GENERAL SHEET NOTES

REMOTE WORKLIGHT SWITCHES (RWS) AND TOUR/CLEANING LIGHT STATIONS (TCLS)
MOUNT AT STANDARD SWITCH HEIGHT.

FIXTURES "JF-1" AND "BL" MOUNT 7'-6" A.F.F.

1.

2.

SHEET KEYNOTES

1 SEE THEATRICAL LIGHTING SHEETS FOR CIRCUITING AND SCHEDULING DETAILS.

REFER TO TOP CAP DETAIL ON ARCHITECTURAL DRAWING. LIGHT FIXTURE SHALL MOUNT
IN THE UNDERSIDE OF WALL TOP CAP CONCEALED. LOCATE REMOTE DRIVER IN
ACCESSIBLE LOCATION BELOW IN CATWALK ACCESS.

Addendum #04 06/17/2014

Addendum #05 06/20/2014

Addendum #06 06/25/2014

SCALE = 1/8" = 1'-0"

Top of Control Booth
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SCALE = 1/8" = 1'-0"

Basement Power Plan

GENERAL SHEET NOTES

EACH DIMMED AND RELAY CIRCUIT SHALL HAVE A SEPARATE HOT AND NEUTRAL WIRE
OF EQUAL SIZE.

SHEET KEYNOTES

1 MINIMUM WIRE SIZE FOR 20A CIRCUITS SHALL BE #10 AWG.

OUTLET DEVICE OD-154. (12) 20A CIRCUITS DR-1F-484-495. (1) 20A CIRCUIT RP-1F-504.

NOT USED.

SEE ENLARGED PLAN ON SHEET U-EP100 FOR POWER REQUIREMENTS.

SEE LIGHTING PLAN FOR ELECTRICAL REQUIREMENTS IN ELEVATOR PIT.

PROVIDE TWIST-LOCK RECEPTACLE.

COORDINATE LOCATION OF SUMP CONTROL PANEL WITH INSTALLER PRIOR TO ROUGH-IN.

2

1.

3

SCALE = 1/4" = 1'-0"

Enlarged Mechanical Room

4

5
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GENERAL SHEET NOTES

EACH DIMMED AND RELAY CIRCUIT SHALL HAVE A SEPARATE HOT AND NEUTRAL WIRE
OF EQUAL SIZE.

SHEET KEYNOTES

1 MINIMUM WIRE SIZE FOR 20A CIRCUITS SHALL BE #10 AWG.

PROVIDE (20) CIRCUITS TO OUTLET DEVICE TYPE 'SP' MOUNTED BELOW PANEL. SEE DIAGRAM
6/ETL132 FOR OUTLET DEVICE INFORMATION.

REHEARSAL STATION (RS). CIRCUIT RECEPTACLE TO PB-5F-1-4; ONE CIRCUIT PER DUPLEX
RECEPTACLE; (4) CIRCUITS TOTAL.

OUTLET DEVICE OD-151. (12) 20A CIRCUITS DR-1F/442-453. (1) 20A CIRCUIT RP-1F/525. (1) 20A
CIRCUIT DR-2F/WL10.

OUTLET DEVICE OD-152. (18) 20A CIRCUITS DR-1F/454-471. (1) 20A CIRCUIT RP-1F/526. (1) 20A
CIRCUIT DR-2F/WL10.

OUTLET DEVICE OD-153. (12) 20A CIRCUITS DR-1F/472-483. (1) 20A CIRCUIT RP-1F/527. (1) 20A
CIRCUIT DR-2F/WL10.

CONSOLE PLUG-IN STATION (CPS). CIRCUIT RECEPTACLE TO PB-2F; ONE CIRCUIT PER
RECEPTACLE; (2) CIRCUITS TOTAL.

OUTLET DEVICE OD-158. (1) 20A CIRCUIT DR-1F/499.

OUTLET DEVICE OD-159. (1) 20A CIRCUIT DR-1F/500.

OUTLET DEVICE OD-160. (1) 20A CIRCUIT DR-1F/501.

OUTLET DEVICE OD-161. (1) 20A CIRCUIT DR-1F/502.

OUTLET DEVICE OD-162. (1) 20A CIRCUIT DR-1F/503.

OUTLET DEVICE OD-163. (1) 20A CIRCUIT DR-1F/504.

120 VOLT CIRCUIT FOR VAV UNITS.

INDICATES POWER FOR A SHIP STAGE 30A, 208V, 1P.

PROVIDE POWER TO ADA DOORS. COORDINATE REQUIREMENTS WITH SHOP DRAWINGS.

COORDINATE EXACT LOCATION OF PLUMBING FIXTURES PRIOR TO JUNCTION BOX ROUGH-IN.

PROVIDE (1) DEDICATED CIRCUIT PER DUPLEX RECEPTACLE FOR EACH DRESSING ROOM
STATION AS SHOWN. WHERE APPLICABLE, CONTRACTOR MAY USE (1) FOURPLEX
RECEPTACLE IN LIEU OF (2) DUPLEX RECEPTACLES CENTERED BETWEEN DRESSING ROOM
STATIONS. PROVIDE (2) DEDICATED CIRCUITS PER FOURPLEX RECEPTACLE.

PROVIDE POWER TO PAINT BOOTH EXHAUST SYSTEM CONTROL PANEL. PANEL INSTALLED
AND ALL WIRING TO PAINT BOOTH EQUIPMENT BY PAINT BOOTH EQUIPMENT INSTALLER.
ELECTRICIAN PROVIDES AND TERMINATES POWER TO PANEL.
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SHEET KEYNOTES

1 120 VOLT CIRCUIT FOR VAV UNITS.

PROVIDE POWER TO ADA DOORS. COORDINATE ALL REQUIREMENTS WITH SHOP

DRAWINGS PRIOR TO ROUGH-IN.
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GENERAL SHEET NOTES

EACH DIMMED AND RELAY CIRCUIT SHALL HAVE A SEPARATE HOT AND NEUTRAL WIRE
OF EQUAL SIZE.

SHEET KEYNOTES

1 MINIMUM WIRE SIZE FOR 20A CIRCUITS SHALL BE #10 AWG.

NOT USED.

OUTLET DEVICE OD-221. (1) 20A 3P CIRCUIT PB-6Fc/85,87,89. (1) 20A 120V CIRCUIT PB-6Fc/97.

OUTLET DEVICE OD-222. (1) 20A 3P CIRCUIT PB-6Fc/86,88,90. (1) 20A 120V CIRCUIT PB-6Fc/98.

OUTLET DEVICE OD-223. (1) 20A 3P CIRCUIT PB-6Fc/91,93,95. (1) 20A 120V CIRCUIT PB-6Fc/99.

OUTLET DEVICE OD-224. (1) 20A 3P CIRCUIT PB-6Fc/92,94,96. (1) 20A 120V CIRCUIT PB-6Fc/100.

EXISTING ELECTRICAL DEVICES FROM BASE BID PHASE.

120 VOLT CIRCUIT FOR VAV UNITS.

COORDINATE EXACT LOCATION OF PLUMBING FIXTURES PRIOR TO JUNCTION BOX ROUGH-IN.

PROVIDE POWER TO ADA DOORS. COORDINATE ALL REQUIREMENTS WITH SHOP DRAWINGS
PRIOR TO ROUGH-IN.
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SCALE = 1/8" = 1'-0"

First Floor - Area C Alternate 1 Power
Plan
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GENERAL SHEET NOTES

EACH DIMMED AND RELAY CIRCUIT SHALL HAVE A SEPARATE HOT AND NEUTRAL WIRE
OF EQUAL SIZE.

SHEET KEYNOTES

1 MINIMUM WIRE SIZE FOR 20A CIRCUITS SHALL BE #10 AWG.

NOT USED.

OUTLET DEVICE OD-121. (3) 20A CIRCUITS DR-1F/223-225.

OUTLET DEVICE OD-122. (3) 20A CIRCUITS DR-1F/226-228. (1) 20A CIRCUIT RP-1F/513.

OUTLET DEVICE OD-123. (3) 20A CIRCUITS DR-1F/229-231.

OUTLET DEVICE OD-124. (3) 20A CIRCUITS DR-1F/232-234.

OUTLET DEVICE OD-125. (3) 20A CIRCUITS DR-1F/235-237. (1) 20A CIRCUIT RP-1F/514.

OUTLET DEVICE OD-126. (3) 20A CIRCUITS DR-1F/238-240.

OUTLET DEVICE OD-127. (3) 20A CIRCUITS DR-1F/241-243. (1) 20A CIRCUIT RP-1F/515.

OUTLET DEVICE OD-128. (3) 20A CIRCUITS DR-1F/244-246.

OUTLET DEVICE OD-129. (3) 20A CIRCUITS DR-1F/247-249. (1) 20A CIRCUIT RP-1F/516.

OUTLET DEVICE OD-130. (3) 20A CIRCUITS DR-1F/250-252.

OUTLET DEVICE OD-131. (3) 20A CIRCUITS DR-1F/253-255.

OUTLET DEVICE OD-132. (3) 20A CIRCUITS DR-1F/256-258. (1) 20A CIRCUIT RP-1F/517.

OUTLET DEVICE OD-133. (3) 20A CIRCUITS DR-1F/259-261.

OUTLET DEVICE OD-119. (3) 20A CIRCUITS DR-1F/217-219. (1) 20A CIRCUIT RP-1F/511.

OUTLET DEVICE OD-120. (3) 20A CIRCUITS DR-1F/220-222. (1) 20A CIRCUIT RP-1F/512.

OUTLET DEVICE OD-150. (6) 20A CIRCUITS DR-1F/436-441. (1) 20A CIRCUIT RP-1F/524.

OUTLET DEVICE OD-155. (1) 20A CIRCUIT DR-1F/496.

OUTLET DEVICE OD-156. (1) 20A CIRCUIT DR-1F/497.

OUTLET DEVICE OD-157. (1) 20A CIRCUIT DR-1F/498.

CONSOLE PLUG-IN STATION (CPS). CIRCUIT RECEPTACLE TO PB-5F; ONE CIRCUIT PER
DUPLEX; (2) CIRCUITS TOTAL.

120 VOLT CIRCUIT FOR VAV UNITS.

COORDINATE EXACT LOCATION OF PLUMBING FIXTURES PRIOR TO JUNCTION BOX ROUGH-
IN.

NOT USED.

EQUIPMENT RACK. 20A, 208Y/120V, 3P, 5-WIRE FEED FROM PB-3F-24,26,28.

PROVIDE (20) CIRCUITS TO OUTLET DEVICE TYPE 'SP' MOUNTED BELOW PANEL. SEE
DIAGRAM 6/ETL132 FOR OUTLET DEVICE INFORMATION.

PROVIDE POWER TO ADA DOORS. COORDINATE ALL REQUIREMENTS WITH SHOP
DRAWINGS PRIOR TO ROUGH-IN.
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SHEET KEYNOTES

1 120 VOLT CIRCUIT FOR VAV UNITS.

PROVIDE POWER TO ADA DOORS. COORDINATE ALL REQUIREMENTS WITH SHOP
DRAWINGS PRIOR TO ROUGH-IN.
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SCALE = 1/8" = 1'-0"

Second Floor - Area C Power Plan

GENERAL SHEET NOTES

EACH DIMMED AND RELAY CIRCUIT SHALL HAVE A SEPARATE HOT AND NEUTRAL WIRE OF
EQUAL SIZE.

WIRE SIZING HAS BEEN PROVIDED AS A MINIMUM ACCEPTABLE REQUIREMENT. LARGER
SIZES MAY BE REQUIRED TO MAINTAIN VOLTAGE DEPENDING ON THE LENGTH OF WIRE RUN.

SHEET KEYNOTES

1 MINIMUM WIRE SIZE FOR 20A CIRCUITS SHALL BE #10 AWG.

PROVIDE 1" CONDUIT ONLY TO ROOF TOP, CAP AND MARK.

CONSOLE PLUG-IN STATION. 20A/120V CIRCUIT FROM PB-6Fc.

EQUIPMENT RACK. 20A, 208Y/120V, 3P, 5-WIRE FEED FROM PB-6Fc.

EMERGENCY LIGHTING TRANSFER SWITCH ELTS-2F.

OUTLET DEVICE OD-201. (1) 20A, 3P CIRCUIT PB-6Fa/1,3,5. (1) 20A, 120V CIRCUIT PB-6Fa/31.

OUTLET DEVICE OD-202. (1) 20A, 3P CIRCUIT PB-6Fa/2,4,6. (1) 20A, 120V CIRCUIT PB-6Fa/32.

OUTLET DEVICE OD-203. (1) 20A, 3P CIRCUIT PB-6Fa/7,9,11. (1) 20A, 120V CIRCUIT PB-6Fa/33.

OUTLET DEVICE OD-204. (1) 20A, 3P CIRCUIT PB-6Fa/8,10,12. (1) 20A, 120V CIRCUIT PB-6Fa/34.

OUTLET DEVICE OD-205. (1) 20A, 3P CIRCUIT PB-6Fa/13,15,17. (1) 20A, 120V CIRCUIT PB-6Fa/35.

OUTLET DEVICE OD-206. (1) 20A, 3P CIRCUIT PB-6Fa/14,16,18. (1) 20A, 120V CIRCUIT PB-6Fa/36.

OUTLET DEVICE OD-207. (1) 20A, 3P CIRCUIT PB-6Fa/19,21,23. (1) 20A, 120V CIRCUIT PB-6Fa/37.

OUTLET DEVICE OD-208. (1) 20A, 3P CIRCUIT PB-6Fa/20,22,24. (1) 20A, 120V CIRCUIT PB-6Fa/38.

OUTLET DEVICE OD-209. (1) 20A, 3P CIRCUIT PB-6Fa/25,27,29. (1) 20A, 120V CIRCUIT PB-6Fa/39.

OUTLET DEVICE OD-210. (1) 20A, 3P CIRCUIT PB-6Fa/26,28,30. (1) 20A, 120V CIRCUIT PB-6Fa/40.

OUTLET DEVICE OD-211. (1) 20A, 3P CIRCUIT PB-6Fb/43,45,47. (1) 20A, 120V CIRCUIT PB-6Fb/73.

OUTLET DEVICE OD-212. (1) 20A, 3P CIRCUIT PB-6Fb/44,46,48. (1) 20A, 120V CIRCUIT PB-6Fb/74.

OUTLET DEVICE OD-213. (1) 20A, 3P CIRCUIT PB-6Fb/49,51,53. (1) 20A, 120V CIRCUIT PB-6Fb/75.

OUTLET DEVICE OD-214. (1) 20A, 3P CIRCUIT PB-6Fb/50,52,54. (1) 20A, 120V CIRCUIT PB-6Fb/76.

OUTLET DEVICE OD-215. (1) 20A, 3P CIRCUIT PB-6Fb/55,57,59. (1) 20A, 120V CIRCUIT PB-6Fb/77.

OUTLET DEVICE OD-216. (1) 20A, 3P CIRCUIT PB-6Fb/56,58,60. (1) 20A, 120V CIRCUIT PB-6Fb/78.

OUTLET DEVICE OD-217. (1) 20A, 3P CIRCUIT PB-6Fb/61,63,65. (1) 20A, 120V CIRCUIT PB-6Fb/79.

OUTLET DEVICE OD-218. (1) 20A, 3P CIRCUIT PB-6Fb/62,64,66. (1) 20A, 120V CIRCUIT PB-6Fb/80.

OUTLET DEVICE OD-219. (1) 20A, 3P CIRCUIT PB-6Fb/67,69,71. (1) 20A, 120V CIRCUIT PB-6Fb/81.

OUTLET DEVICE OD-220. (1) 20A, 3P CIRCUIT PB-6Fb/68,70,72. (1) 20A, 120V CIRCUIT PB-6Fb/82.
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Second Floor - Area C Alternate 1 Power
Plan
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Catwalk Power
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U-EP103

28 May 2014

12218730

Bid Documents

SCALE = 1/8" = 1'-0"

Catwalk Power Plan

GENERAL SHEET NOTES

EACH DIMMED AND RELAY CIRCUIT SHALL HAVE A SEPARATE HOT AND NEUTRAL WIRE OF
EQUAL SIZE.

WIRE SIZING HAS BEEN PROVIDED AS A MINIMUM ACCEPTABLE REQUIREMENT. LARGER
SIZES MAY BE REQUIRED TO MAINTAIN VOLTAGE DEPENDING ON THE LENGTH OF WIRE RUN.

SHEET KEYNOTES

1 MINIMUM WIRE SIZE FOR 20A CIRCUITS SHALL BE #10 AWG.

PROVIDE (20) CIRCUITS TO OUTLET DEVICE TYPE 'SP' MOUNTED BELOW PANEL. SEE
DIAGRAM 6/ETL132 FOR OUTLET DEVICE INFORMATION.

OUTLET DEVICE OD-101. (12) 20A CIRCUITS DR-1F/1-12.

OUTLET DEVICE OD-102. (12) 20A CIRCUITS DR-1F/13-24.

OUTLET DEVICE OD-103. (12) 20A CIRCUITS DR-1F/25-36.

OUTLET DEVICE OD-104. (12) 20A CIRCUITS DR-1F/37-48.

OUTLET DEVICE OD-105. (12) 20A CIRCUITS DR-1F/49-60.

OUTLET DEVICE OD-106. (12) 20A CIRCUITS DR-1F/61-72.

OUTLET DEVICE OD-107. (12) 20A CIRCUITS DR-1F/73-84.

OUTLET DEVICE OD-108. (12) 20A CIRCUITS DR-1F/85-96.

OUTLET DEVICE OD-109. (12) 20A CIRCUITS DR-1F/97-108.

OUTLET DEVICE OD-110. (12) 20A CIRCUITS DR-1F/109-120.

OUTLET DEVICE OD-111. (12) 20A CIRCUITS DR-1F/121-132.

OUTLET DEVICE OD-112. (12) 20A CIRCUITS DR-1F/133-144.

OUTLET DEVICE OD-113. (12) 20A CIRCUITS DR-1F/145-156. (1) 20A CIRCUIT RP-1F/505.
(1) 20A CIRCUIT DR-2F/WL1.

OUTLET DEVICE OD-114. (12) 20A CIRCUITS DR-1F/157-168. (1) 20A CIRCUIT RP-1F/506.
(1) 20A CIRCUIT DR-2F/WL1.

OUTLET DEVICE OD-115. (12) 20A CIRCUITS DR-1F/169-180. (1) 20A CIRCUIT RP-1F/507.
(1) 20A CIRCUIT DR-2F/WL2.

OUTLET DEVICE OD-116. (12) 20A CIRCUITS DR-1F/181-192. (1) 20A CIRCUIT RP-1F/508.
(1) 20A CIRCUIT DR-2F/WL2.

OUTLET DEVICE OD-117. (12) 20A CIRCUITS DR-1F/193-204. (1) 20A CIRCUIT RP-1F/509.
(1) 20A CIRCUIT DR-2F/WL3.

OUTLET DEVICE OD-118. (12) 20A CIRCUITS DR-1F/205-216. (1) 20A CIRCUIT RP-1F/510.
(1) 20A CIRCUIT DR-2F/WL3.

NOT USED.

OUTLET DEVICE OD-134. (12) 20A CIRCUITS DR-1F/262-273. (1) 20A CIRCUIT RP-1F/518.

OUTLET DEVICE OD-135. (12) 20A CIRCUITS DR-1F/274-285. (1) 20A CIRCUIT DR-2F/WL4.

OUTLET DEVICE OD-136. (12) 20A CIRCUITS DR-1F/286-297. (1) 20A CIRCUIT DR-2F/WL4.

OUTLET DEVICE OD-137. (12) 20A CIRCUITS DR-1F/298-309. (1) 20A CIRCUIT DR-2F/WL5.

OUTLET DEVICE OD-138. (12) 20A CIRCUITS DR-1F/310-321. (1) 20A CIRCUIT DR-2F/WL5.

OUTLET DEVICE OD-139. (12) 20A CIRCUITS DR-1F/322-333. (1) 20A CIRCUIT RP-1F/519.
(1) 20A CIRCUIT DR-2F/WL5.

OUTLET DEVICE OD-140. (12) 20A CIRCUITS DR-1F/334-345. (1) 20A CIRCUIT RP-1F/520.
(1) 20A CIRCUIT DR-2F/WL6.

OUTLET DEVICE OD-141. (12) 20A CIRCUITS DR-1F/346-357. (1) 20A CIRCUIT DR-2F/WL6.

OUTLET DEVICE OD-142. (12) 20A CIRCUITS DR-1F/358-369. (1) 20A CIRCUIT DR-2F/WL7.

OUTLET DEVICE OD-143. (12) 20A CIRCUITS DR-1F/370-381. (1) 20A CIRCUIT DR-2F/WL7.

OUTLET DEVICE OD-144. (12) 20A CIRCUITS DR-1F/382-393. (1) 20A CIRCUIT RP-1F/521.
(1) 20A CIRCUIT DR-2F/WL7.

OUTLET DEVICE OD-145. (12) 20A CIRCUITS DR-1F/394-405. (1) 20A CIRCUIT RP-1F/522.
(1) 20A CIRCUIT DR-2F/WL8.

OUTLET DEVICE OD-146. (12) 20A CIRCUITS DR-1F/406-417. (1) 20A CIRCUIT DR-2F/WL8.

OUTLET DEVICE OD-147. (6) 20A CIRCUITS DR-1F/418-423. (1) 20A CIRCUIT DR-2F/WL9.

OUTLET DEVICE OD-148. (6) 20A CIRCUITS DR-1F/424-429. (1) 20A CIRCUIT DR-2F/WL9.

OUTLET DEVICE OD-149. (6) 20A CIRCUITS DR-1F/430-435. (1) 20A CIRCUIT RP-1F/523.
(1) 20A CIRCUIT DR-2F/WL9.
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SCALE = 1/4" = 1'-0"

Enlarged Concessions Power Plan
1

SCALE = 1/4" = 1'-0"

Enlarged Concessions Alternate 1 Power
Plan
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Enlarged Concessions 210 Power Plan
3

Addendum #06 06/25/2014



UP

UP

wash er

wash er

wash er

wash er

d
ry

e
r

d
ry

e
r

d
ry

e
r

d
ry

e
r

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

S
75 cd

H
15

cd

H
75

cd

S
30

 c
d

S

D

S

S

S
H

30
cd

S

H
30

cd

H

H
15

cd

H
15cd

S
75 cd

S
30

 c
d

H
75

cd

R

FS TS TS

MM MM MM

S
75 cd

F

S

S

H

D

R

F

TS

MM
TS

MM

F
S

M
M

P
S

M
M

C
M R

16

13.5

EB C D F G

CC

GG

TRAP AREA
009

STORAGE/
EFFECTS

012

COSTUME
STORAGE

001

ACTOR STAIR
011

CORRIDOR
010

MECH
008

MECH
007

CONCESSIONS
STORAGE

006

CORRIDOR
002

MAIN ELEC
003

BLDG SUPER
OFFICE

004

COMM
005

'FACP'

FOR AH-4

D001

U-EX602

D002

U-EX601

'S
R

P
1A

'

'S
R

P
1B

'
'S

R
P

1'

1

BL1-19

MESKER

GARY W.

No. 4816

G
I
N
E
E
R

ONAOF
ESSI

R

UT
AH

TE OF

S
E
D

E
I
C
N

S

L

TA

P
L

E
N

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

Basement
Systems Plan

U-EY100

28 May 2014

12218730

Bid Documents

SCALE = 1/8" = 1'-0"

Basement Systems Plan

SHEET KEYNOTES

1 SPRINKLER BELL PROVIDED BY SPRINKLER INSTALLER. PROVIDE ALL POWER RELAYS,
CONNECTIONS, ETC. REQUIRED.



21

21

21

21

21

21

21

21

21

21

UP

DN

UP

DN

DN

DN

UP

21

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

8" deep shelves

S
e

w
in

g
S

e
w

in
g

S
e

w
in

g

S
e

w
in

g
S

e
w

in
g

S
e

w
in

g

S
e

w
in

g
S

e
w

in
g

S
e

w
in

g

S
e

w
in

g
S

e
w

in
g

S
e

w
in

g

S
e

w
in

g
S

e
w

in
g

S
e

w
in

g

ice
mac hi ne

P.O
.S.

P
.O

.S
.

P.
O

.S
.

micr. micr.

P.O
.S.

beverage
refrig.

refrig/freezer
c o m bo

dou ble deck
con vecti on

oven

P.
O

.S
.

e
x

p
re

sso

soda
fountain

dra wer
wa rm er
(bel ow)

coffee
urn

beverage
refrig.

(belo w)

co
stu

m
e

 rac
k

co
stu

m
e

 rac
k

ironingco
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

ironing

co
stu

m
e

 rac
k

co
stu

m
e

 rac
k

co
stu

m
e

 rac
k

co
stu

m
e

 rac
kironingco

st
u

m
e

 r
ac

k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

co
st

u
m

e
 r

ac
k

ironing

co
stu

m
e

 rac
k

co
stu

m
e

 rac
k

co
stu

m
e

 rac
k

co
stu

m
e

 rac
k

Dye Vat

wardro be ra ck

fla mma ble ma t.
cabi net

Sto
rag

e R
ack

Sto
rag

e R
ack

Dye Vat

Sto
rag

e R
ack

Sto
rag

e R
ack

Storage RackStorage Rack

St
o

ra
g

e 
R

ac
k

St
o

ra
g

e 
R

ac
k

SewingSewingSewing

St
o

ra
g

e 
R

ac
k

St
o

ra
g

e 
R

ac
k

fl
a

m
m

a
b

le
 m

a
t.

ca
b

in
e

t

SewingSewingSewing

21 21 21 21 21 21 21 21

21 21 21

21 21 21 21 21 21 21 21 21 21 21

21 21 21 21 21 21 21

21 21 21 21 21 21 21 21 21 21 21 21 21 21 21

21 21 21 21 21 21 21 21 21

21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2121212121212121

2121

2121212121212121212121

21212121212121

2121212121212121212121212121

21212121212121212121

212121212121212121212121212121212121

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20

20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20 20

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

21 21 21 21 21 21 21 20 20 20 20 20 20 20 20 20 21 21 21 21 21 21 212020

21212121 21 21 2121222222

22222222 222222

222222

22222222 222222

222222 222222 22 22 22 2222 22 2222

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
1

2
1

222222222222222222222222

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
2

2
0

2
0

2
0

2
0

2
0

2
0

2
0

2
0

2
0

2
1

2
1

2
1

2
1

2
0

2
0

2
0

2
0

2
0

H
WP

S
15

 c
d

S
15 cd

S
30 cd

S
30

 c
d

H
30cd

S
15

 c
d

S
75 cd

S
15

 c
d

S
15

 c
d

S
15

 c
d

H
75cd

S

D

D

D

D

D
E

S

CR

DD

H
15

cd

S

S SS

S

S
S

S

H
15cd

H
30cd

S
15 cd

H
11

0c
d

H
15cd

S
15

 c
d

S
15

 c
d

S
15 cd

H
15cd

H
30cd

H
CLG

110 cd

H
CLG

110 cd

H
CLG

75 cd

H
CLG

75 cd

H
CLG

75 cdH
CLG

75 cd

H
CLG

75 cd

H
CLG

75 cd H
CLG

110 cd

H
75cd

S
15

 c
d

S
15

 c
d

S

JJ

H
75cd

H75
cd

SS

S

S

S

S

S

S

S H
CLG

15 cd

H

75cd

H
75cd

F F

F F

J

MMT
S

S
15

 c
d

S
15 cd

J

J

CM R

C
M

R

C
M

RCMR

CMR

ES

ES

D

D

E
S

E
S

DD

1 1

E006

U-EX502

1

1

1

2

E006

U-EX502

(TYP)

1

E003

U-EX501

16

13.5

E

A

17

8.2

8.8

B C D F G H J

L

AA
CC DD

FF

GG

HH

8.7

EEBB

1

2

3

1

1 1

1

1

5

5

4

CLG

CLG

4

STAGE
STORAGE

121

UNISEX
119

SERVICE ELEV
120

PROPS
WORKROOM

118

ACTOR STAIR
117

BACKSTAGE
102

WEST PATRON
STAIR

122

CORRIDOR
116

ACTOR
QUEUING

114

PAINT BOOTH
125

DYE ROOM
124

H&M STORAGE
123

CORRIDOR
126

DIRTY CRAFTS
127 CLEAN CRAFTS

128

H&M OFFICE
129

COSMETOLOGY
130

H&M BUILD
131

COSTUME
PRODUCTION

132

PRODUCTION 1
132A

6
4

PRODUCTION 5
132E

PRODUCTION 4
132D

PRODUCTION 3
132C

PRODUCTION 2
132B

ORCHESTRA
SEATING

103

STAGE
101

WASH/DRY
132H

FITTING ROOM 1
132L

FITTING ROOM 2
132N

STORAGE 1&2
132K

DESIGNER 1&2
132J

CRAFT WORK 1
132M

DESIGNER 3&4
132P

COSTUME
WORK 2

132S

FITTING ROOM 3
132R

FITTING ROOM 4
132T

STORAGE 3&4
132Q

JAN
114A

WOMEN'S
RESTROOM

113

VESTIBULE
109

MEN'S
RESTROOM

112

CONCESSIONS
104

EAST PATRON
PLAZA

105b

ENTRY

110

CORRIDOR

115

PLAZA
NORTH PATRON

106

PLAZA
WEST PATRON

106

GALLERY
134B

EAST PATRON
PLAZA

105b

EAST PATRON
PLAZA

105b

+90"

+16'

CLG

5

BLE1-13

TO FA

BLE1-14

TO FA

BLE1-15

TO FA

BLE1-16

TO FA

BLE1-17
TO FA

6

6

6

MESKER

GARY W.

No. 4816

G
I
N
E
E
R

ONAOF
ESSI

R

UT
AH

TE OF

S
E
D

E
I
C
N

S

L

TA

P
L

E
N

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

First Floor - Area A
Systems Plan

U-EY101A

28 May 2014

12218730

Bid Documents

SCALE = 1/8" = 1'-0"

First Floor - Area A Systems Plan

SHEET KEYNOTES

1 PROVIDE CONDUIT ONLY TO THE SECURITY HEAD-END EQUIPMENT IN COMM ROOM _____
FOR OWNER PROVIDED/OWNER INSTALLED DOOR DETECTION SECURITY DEVICE.

PROVIDE CONDUIT ONLY TO THE CARD ACCESS HEAD-END EQUIPMENT IN COMM ROOM
005 FOR THE OWNER PROVIDED CARD ACCESS SYSTEM.

HORN ONLY.

JUNCTION BOX WITH 3/4" CONDUIT TO COMM ROOM 005 FOR FUTURE CCTV.

JUNCTION BOX WITH 3/4" CONDUIT TO COMM ROOM 005 FOR FUTURE CCTV LOCATED IN
TECH ZONE OF CEILING. COORDINATE MOUNTING SO THAT CAMERA IS AT CEILING LEVEL.
PROVIDE A THREAD PENDANT AS REQUIRED. LOCATIONS ARE ROUGH AND MAY CHANGE
SLIGHTLY. ARCHITECT TO DETERMINE AND MAKE RECOMMENDATIONS TO SUU.

DEVICES TO BE INSTALLED IN GYPSOM BOARD RECESS ADJACENT TO LIGHT FIXTURES.
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SHEET KEYNOTES

1 HORN ONLY.

PROVIDE CONDUIT ONLY TO THE SECURITY HEAD-END EQUIPMENT IN COMM ROOM 005
FOR OWNER PROVIDED/OWNER INSTALLED DOOR DETECTION SECURITY DEVICE.

JUNCTION BOX WITH 3/4" CONDUIT TO COMM ROOM 005 FOR FUTURE CCTV. LOCATIONS
ARE ROUGH AND MAY CHANGE SLIGHTLY IF WALL- OR CEILING-MOUNTED CAMERA IS
PREFERRED. ARCHITECT TO DETERMINE AND MAKE RECOMMENDATIONS TO SUU.

DEVICES TO BE INSTALLED IN GYPSOM BOARD RECESS ADJACENT TO LIGHT FIXTURES.

2

3

4

Addendum #04 06/17/2014

Addendum #05 06/20/2014

Addendum #06 06/25/2014



UP

soda

fountain

monitormonitor

refrig.

SEATS: 200

H
15

cd

H
15cd

S

S
75

 c
d

H
15

cd

S
15 cd

S
15 cd

H
15cd

H
75cd

DD

S

S
15

 c
d

S

S

S S

S

30
 c

d

H W
PH

15cd
H

15cd

S
15

 c
d

S

S

ES

D

C
R

H
110cd

H
110cd

S
11

0 
cd

S
11

0 
cd

S
15

 c
d

J

E
S

E
S

UP

H
15

cd

H
15

cd
H

15
cd

H
15

cdS
15

 c
d

S
15

 c
d

S
15

 c
d

H
15cd

S

S
75

 c
d

H
15

cd

S
15 cd

S
15 cd

H
15cd

H
75cd

DD

S

S
15

 c
d

S

S

S S

S

30
 c

d

H W
PH

15cd
H

15cd

S
15

 c
d

S

S

ES

D

C
R

H
110cd

H
110cd

S
11

0 
cd

S
11

0 
cd

S
15

 c
d

J

F

E
S

E
S

ES

C
R

D

1

2

3

4

5

6

7

S T U V

8

E006

U-EX602

11

E006

U-EX602

IN SOFFIT

3

1

WOMEN'S
RESTROOM-1

170-1

MEN'S
RESTROOM-1

169-1

CORRIDOR-1
168-1

TICKETS-1
164-1

JAN-1
166-1

GREEN ROOM-1
167-1

GUEST
SERVICES-1

165-1

PROD
MANAGER

163

FACIL
DIRECTOR

162

DRESSING
ROOM CORE

177

ACTOR
QUEUING

178

LOBBY
172

S/L LOCK-1
174-1

STAIR-1
179-1

VESTIBULE-1
173-1

STORAGE-1
171-1

CORRIDOR-1
175-1

STUDIO
THEATRE-1

180-1

GENERAL
MANAGER

158

CORRIDOR
160

6

T
O

 I
N

T
E

R
S

E
C

T
IO

N

O
F

 G
R

ID
 V

 A
N

D
 7

TO INTERSECTION

OF GRID S.1 AND 5

TO INTERSECTION

OF GRID S.2 AND 6

1

2

3

4

5

6

7

S T U V

8

2

2

2

2

2

2

2

2
2

2

2

2

2

2

2

2

2

2

2

2

2

2

SCENIC
STORAGE

178

S/L LOCK-2
174-2

LOBBY
172A

STAIR-2
179-2

VESTIBULE-2
173-2

MEN'S
RESTROOM-2

169-2

Space
252-10

WOMEN'S
RESTROOM-2

170-2

UNISEX
177D

UNISEX
177F

DRESSING
ROOM

177E

DRESSING
ROOM

177C

DRESSING
ROOM

177A
UNISEX

177B

CORRIDOR-2
168-2

CORRIDOR-2
176-2

TICKETS-2
164-2

JAN-2
166-2

GREEN ROOM-2
167-2

GUEST
SERVICES-2

165-2

ACCOUNTS-3
159-3

STUDIO
THEATRE-2

180-2

6

MESKER

GARY W.

No. 4816

G
I
N
E
E
R

ONAOF
ESSI

R

UT
AH

TE OF

S
E
D

E
I
C
N

S

L

TA

P
L

E
N

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

First Floor - Area C
Systems Plan

U-EY101C

28 May 2014

12218730

Bid Documents

SCALE = 1/8" = 1'-0"

First Floor - Area C Systems Plan

SHEET KEYNOTES

1 PROVIDE CONDUIT ONLY TO THE SECURITY HEAD-END EQUIPMENT IN COMM ROOM FOR
OWNER PROVIDED/OWNER INSTALLED DOOR DETECTION SECURITY DEVICE.

EXISTING SYSTEM DEVICES FROM BASE BID PHASE.

JUNCTION BOX WITH 3/4" CONDUIT TO COMM ROOM 005 FOR FUTURE CCTV. LOCATIONS
ARE ROUGH AND MAY CHANGE SLIGHTLY IF WALL- OR CEILING-MOUNTED CAMERA IS
PREFERRED. ARCHITECT TO DETERMINE AND MAKE RECOMMENDATIONS TO SUU.

SCALE = 1/8" = 1'-0"

First Floor - Area C Alternate 1 Systems
Plan

2

3

Addendum #04 06/17/2014

Addendum #05 06/20/2014

Addendum #06 06/25/2014



21

21

21

21

DN

DN

DN

DN

UP

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

so
d
a

fo
u
n
ta
in

expresso
refrig/freezer

c o m bo

coffee
urn

beverage
refrig.

(belo w)

P.O.S.

so
d

a
fo

u
nt

ai
n

P.O.S.

P
.O

.S
.

P.O.S.

micr.

co
n

ve
ct

.
o

ve
n

dra wer
wa rm er
(bel ow)

icemachine

E
P

1

wall mirror

w
a

rd
ro

b
e

 ra
ck

co
a

t 
ra

ck

w
a

rd
ro

b
e

 ra
ck

th
re

e
 sta

tio
n

 m
a

k
e

u
p

 co
u

n
te

r

th
re

e
 sta

tio
n

 m
a

k
e

u
p

 co
u

n
te

r

co
a

t 
ra

ck

w
a

rd
ro

b
e

 ra
ck

wall mirror

w
a

rd
ro

b
e

 ra
ck

wall mirror

co
a

t 
ra

ck

w
a

rd
ro

b
e

 ra
ck

th
re

e
 sta

tio
n

 m
a

k
e

u
p

 co
u

n
te

r

th
re

e
 sta

tio
n

 m
a

k
e

u
p

 co
u

n
te

r

th
re

e
 sta

tio
n

 m
a

k
e

u
p

 co
u

n
te

r

w
a

rd
ro

b
e

 ra
ck

th
re

e
 sta

tio
n

 m
a

k
e

u
p

 co
u

n
te

r

wardro be ra ck wardro be ra ck

three sta tio n mak eup co unter

coat rack

w
a

ll m
irro

r

wardrobe rackwardrobe rack

three station makeup counter

coat rack

w
a

ll
 m

ir
ro

r

w
a

ll m
irro

r

wardro be ra ck
coat rack

wardro be ra ck

three sta tio n mak eup co unter

three sta tio n mak eup co unter

wardro be ra ck

21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21

21 21 21 21 21 21 21 21 21 21 21 21 21 21 21

21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21 21

21 21 21 21 21 21 21 21 21 21 21 2121 21 21 212121

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

21

21

21

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

222222 222222 22 222222 222222 22 2222 22 222222 222222 22222222 22

222222 22222222 22 22 222222 222222 22

2
0

2
0

2
0

2
0

2
0

2
0

2
0

2
0

2
0

2
0

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1

2
1 2

1

H
15

cd

H
15

cd H
15

cd S
15

 c
d

S
15

 c
d

H
30

cd

S
15 cd

H
15cd

H
15cd

H
30cd

H
30cd

H
30cd

H
15cd

S
15 cd

S
15 cd

S
15

 c
d

S
15

 c
d

S
15

 c
d

H
15cd

S
15

 c
d

H
15

cd

H
15

cd

H
15cd

D

H
30cd

S
15

 c
d

H
15cd

S

D

H
CLG

15 cd

H
15

cd

S
15 cd

S

H
CLG

75 cd

H
CLG

75 cd

H
CLG

75 cd

H
CLG

75 cd

H
CLG

75 cd

S

H

30cd

S

S

SS

D

S

S

S

S

D

H
15

cd

S
15 cd

S15
 c

d

H
15

cd

H
15cd

H
15cd

J

R CM

C
R

ES

D E
S

ES

E006

U-EX501

16

13.5

E

A

17

8.2

8.8

B C D F G H J

L

AA
CC DD

FF

GG

HH

8.7

EEBB

D011

U-EX604

2

2

2

2

2

E006

U-EX501

1

1

1

1E006

U-EX501

CORRIDOR

232A

BALCONY
STAGE

205

STAIR
203

CONTROL
BOOTH

202

SECOND LEVEL
PLAZA

204

UNISEX
222

UNISEX
223

DRESSING
ROOM

224

FAN ROOM
227

UNISEX
229

DRESSING
ROOM

224A
DRESSING

ROOM
220

UNISEX
219

UNISEX
217

UNISEX
218

DRESSING
ROOM

216

DIM
234

DRESSING
ROOM

225

GALLERY
SEATING

201

STAIR
221

CORRIDOR
226

SCENERY
STAGING

230

STAIR
231

STAIR
235

UNISEX
213

DRESSING
ROOM

215

CORRIDOR
232

JAN
233

LIGHTING
STORAGE

214
MEN'S

RESTROOM
209

CONCESSIONS
210

LOBBY
206

JAN
207

WOMEN'S
RESTROOM

208

SECOND LEVEL
PLAZA

204

HAIR AND
MAKEUP

211

BLE1-18

TO FA

6 6
6

MESKER

GARY W.

No. 4816

G
I
N
E
E
R

ONAOF
ESSI

R

UT
AH

TE OF

S
E
D

E
I
C
N

S

L

TA

P
L

E
N

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

Second Floor -
Area A Systems
Plan

U-EY102A

28 May 2014

12218730

Bid Documents

SCALE = 1/8" = 1'-0"

Second Floor - Area A Systems Plan

SHEET KEYNOTES

1 HORN ONLY.

MOUNT FIRE ALARM DEVICE ON BOTTOM OF TRUSSES.

PROVIDE CONDUIT ONLY TO THE SECURITY HEAD END EQUIPMENT IN COMMUNICATION
ROOM FOR OWNER PROVIDED (OWNER INSTALLED POOR DETECTION SECURITY DEVICE).

2

3

Addendum #05 06/20/2014

Addendum #06 06/25/2014



DN

DN

DN

S

15 cd

H
15

cd

S

15  cd

H
30

cd

S
15 cd

D

D

H
30

cd

H
45cd

H
75c d

S S

SS

S

J

CR

16

13.5

9

12

13

14

15

17

N P Q R S T U V

FF

HH

8

10

11

B
T

1

AIR
HANDLER

AH

3

ACCOUNTS-2
159-2

CORRIDOR
236A

LOBBY
236

SECOND LEVEL
PLAZA

204

2

+108"

MEZZANINE
MECHANICAL

248

LOBBY

245

UNISEX

242

STORAGE

243

ROOM
BREAK

244

ROOM
FOUNDER'S

241

OFFICE

238

OFFICE

239

OFFICE

240

OFFICE

237

CORRIDOR

247

CORRIDOR

246

MESKER

GARY W.

No. 4816

G
I
N
E
E
R

ONAOF
ESSI

R

UT
AH

TE OF

S
E
D

E
I
C
N

S

L

TA

P
L

E
N

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

Second Floor -
Area B Systems
Plan

U-EY102B

28 May 2014

12218730

Bid Documents

SCALE = 1/8" = 1'-0"

Second Floor - Area B Systems Plan

SHEET KEYNOTES

1 PROVIDE FIRE ALARM SYSTEM PROJECTED BEAM SMOKE DETECTOR TRANSMITTER AND
RECEIVER.

JUNCTION BOX WITH 3/4" CONDUIT TO COMM ROOM 005 FOR FUTURE CCTV. LOCATIONS
ARE ROUGH AND MAY CHANGE SLIGHTLY IF WALL- OR CEILING-MOUNTED CAMERA IS
PREFERRED. ARCHITECT TO DETERMINE AND MAKE RECOMMENDATIONS TO SUU.

Addendum #04 06/17/2014

Addendum #05 06/20/2014

2



DN

H
75

cd

H
30cd

H
75

cd

H
75

cd

S

S

F

S

D D

H
15

cd

R

DN

H
75

cd

H
30cd

H
75

cd

S
15 cd

S

S

F

S

S

H
30

cd

D D

S
15

 c
d

H
15

cd

R

1

2

3

4

5

6

7

S T U V

B
R

1

STUDIO
THEATRE
SUPPORT

249

STUDIO
THEATRE
SUPPORT

249

MECHANICAL
ROOM-1

252-1

AH

2

'SNAC'

ELEC-1
250-1COMM-1

251-1

2

'SRP3'

BT

BT

B
T

B
T

ACCOUNTS-2
159-2

1

2

3

4

5

6

7

S T U V

1

1

1

1

1

'SNAC'
1

1 1

BT

BT

B
T

B
T

1

1

1

MESKER

GARY W.

No. 4816

G
I
N
E
E
R

ONAOF
ESSI

R

UT
AH

TE OF

S
E
D

E
I
C
N

S

L

TA

P
L

E
N

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

Second Floor -
Area C Systems
Plan

U-EY102C

28 May 2014

12218730

Bid Documents

SCALE = 1/8" = 1'-0"

Second Floor - Area C Systems Plan
SCALE = 1/8" = 1'-0"

Second Floor - Area C Alternate 1
Systems Plan

SHEET KEYNOTES

1 EXISTING SYSTEM DEVICES FROM BASE BID PHASE.

CONTROL UNIT FOR BEAM DETECTOR TRANSMITTER AND RECIEVER.2



PANEL

NO SCALE

ONE-LINE DIAGRAM1

PANEL PANEL

PANEL PANELPANELPANEL

PANEL PANEL

PANEL PANEL

PANEL PANEL

PANEL PANEL PANEL

PANEL

PANEL

M

PANEL

PANEL PANELPANEL

PANEL

PANEL

PANEL PANEL

WATER
MAIN

BLDG
STEEL

PANEL

PANEL

PANELPANEL

PANEL

PANEL

PANEL

PANEL PANEL PANEL PANEL PANEL PANEL PANEL PANEL

PANEL

PANEL

PANEL PANEL

PANEL

PANEL

RELAY RELAY

PANEL
RELAY

PANEL
RELAY

PANEL
RELAY

PANEL
RELAY

PANEL
RELAY

'BHE1'

400A
3P

100A
3P

100A
3P

100A
3P

41

'BH1'

3000A
3P

600A
3P

225A
3P

1200A
3P

400A
3P

800A
3P

'BHM1'

'BLM1' 'BL3''BL2''BL1'

'1H1'

600A
3P

175A
3P

225A
3P

100A
3P

'1H2'

'1L2' '1L3'

'2H1'

800A
3P

175A
3P

400A
3P

400A
3P

'2HM1'

'2L1' '2L2' '2L3'

'2HE1'

'2LE1'

225A
3P

SPD

'BLE1'

'ELTS-1F'

'DR-1Fa' 'DR-1Fb' 'DR-1Fc' 'DR-1Fd' 'DR-1Fe' 'DR-2F' 'RP-1Fa' 'ER-1b'

'PB-4F'

'DR-3F'

'PB-3F' 'PB-5F'

2000A
3P

100A
3P

200A
3P

200A
3P

200A
3P

100A
3P

100A
3P

100A
3P

'PB-6FA' 'PB6FC''PB-6FB'

'PB-1F'
300A
3P

400A
3P

200A
3P

200A
3P

600A
3P

'1L1'

200A
3P

100A
3P
SPARE

100A
3P
SPARE

600A
3P

200A
3P

'BL4' 'BL5'

800A
3P

225A
3P

225A
3P

225A
3P

225A
3P

225A
3P

400A
3P

100A
3P

100A
3P

100A
3P

'ELTS-2F'

400A
3P

225A
3P

225A
3P

225A
3P

200A
3P

54X54X54X54X54X54X

54X 54X 54X

54X 54X 54X 51 51 51 43X

T550-6

43X 43X 43X 44X 51 43X

450

T53X-1

T54X-2

43X525

34

T53X-1

42

T54X-2

T52-1

T53X-1

T525-1

T54X-2

T535-2

T535-3

T535-4

T540-5

T550-6 622802000

516751600

412401200

4930

620600

2460400

1255225

1200175

195100

2

800

5 1-1/2"

5 3"

5 3"

5

5 3"

5

5

5

5 350***500***

4/0

3/03"350

1/0350

1

33"4/0

4

63/0

62

350

250

4"400

4"

3"

COND.
TYPE

PROT.
O.C.TYPE

COND.*

3/0

3/0

3/0

2/0

2/0

1/0

2

4

8

COND.**
GND.

750 335-4

500 350-2

300 335-2

225 350

150

112.5 32X

335

75 31

45 34

30 38

TRANS
KVA PROT.

400

50

70

125

175

300

600

800

1200

O.C.
SETS

AMPS
COND.

COND.
EQ. GND.

SIZE
CONDUIT

SIZEQUAN.

CONDUCTOR

350***500***

4/04

3/03"350

1/03504

1

33"4/0

44

62"3/0

61-1/2"2

4

4

3"3504

250 3"

4"400

4 4"

4

3"

CONDUCTOR

QUAN. SIZE

CONDUIT
SIZE

EQ. GND.
COND.

4

622802000

516751600

412401200

3930

620600

2460400

1255225

1200175

195100

2

800

COND.
AMPS

SETS
O.C.

1200

800

600

300

175

125

70

50

400

PROT.KVA
TRANS

3830

3445

3175

335

32X112.5

150

350225

335-2300

350-2500

335-4750 T450-6

T440-5

T435-4

T435-3

T44X-2

T435-2

T425-1

T43X-1

T42-1

GND.
COND.**

8

4

2

1/0

2/0

2/0

3/0

3/0

3/0

COND.*
TYPE O.C.

PROT.
TYPE

COND.

* SEE SCHEDULE FOR CONDUIT AND WIRE SIZE

3

3

3

4

4

4

5

5

5

3

3

3

4

4

4

5

5

5

** GROUNDING ELECTRODE *** XHHW

Z%
MIN.

MIN.
Z%

'1L4'

225A
3P

54X

(7) 6" CONDUIT

100A
3P
SPARE

42

34 31 43X

'ER-1F''ER-1F'

400A
3P

450 335-4 44X 435-2 450-2

400A
3P

350

50A
3P

33X

'BL6'

225A
3P

54X

T535-3

100A
3P
SPARE

100A
3P
SPARE

100A
3P
SPARE

335

225A
3P

44X 44X 32X

100A
3P
SPARE

100A
3P
SPARE

100A
3P

'PB-7F'

51

100A
3P

'PB-3F'

51

535-2

600A
3P

100A
3P

200A
3P

100A
3P
SPARE

51X51X 51X44X

100A
3P
SPARE

100A
3P
SPARE

100A
3P
SPARE

450

'SRP2''SRP1' 'SRP3'

'SRP2'

'SRP3'

1200A
3P

450 450

450-8

335-4

100A
3P

100A
3P

T535-2

2000A
3P

600A
3P

200A
3P

54X535-2

200A
3P

54X

200A
3P
SPARE

T550-6

600A
3P

600A
3P

600A
3P

600A
3P

200A
3P

54X

32X450

32X T54X-2

GFP

PLMPOWER LOGIC METER

400A
3P

'MCP-1'

44X-2

100A
3P

'PB-8F'

51

100A
3P

51

'PB-2F'

535-2 535-2 535-2 535-2

4THWN
3" 250255 5525

3

3

3

3

3

THHN
THWN

THHN
THWN

THHN
THWN

3"

3" 350

350

XHHW

XHHW

5004"

5004"

380

310

380

310

3"35054 3/012401200535-4

550-3 1000 1140 2/03 5 500 4"

4"50052 1/0760800550-2

2 3"350 1535-2 600 620 5

550 5

535 5

ON SERVICE ENTRANCE CONDUCTORS

ACCORDANCE WITH NEC PARA. 250-122.
IN PARALLEL RUNS SIZE GND. COND. IN
NOTES

GND. CONDUCTOR MAY BE DELETED

4"500411 50041804000450-11

4"50048 40030403000450-8

450-7 2500 2665 3507 4 500 4"

435-4 1200 1240 3/04 4 350 3"

450-3 1000 1140 2/03 4 500 4"

450-2 800 760 1/02 4 500 4"

2

SETS

3"

PROT.
MAX. O.C.

TYPE
CONDUCTORCOND.

AMPS QUAN. SIZE

CONDUIT
SIZE

EQ. GND.
COND.

350 1435-2 600 620 4

XHHW

3

500

350

4"

3"

380

310

4450

3350

4435

3335

10

10

10

10

10

8

8

8

8

8

8

8

8

6

6

6

6

6

6

6

6

6

6

6

6

4

4

4

4

THHN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

THHN
THWN

4/0

2/0

3/0

1/0

3/0

1/0

1

1

2

3

4

6

3

4

6

8

8

10

10

1"

1"

1"

1"

1"

3/4"

3/4"

1-1/2"

1-1/2"

1-1/2"

1-1/4"

2"

2"

2"

2-1/2"

250255

230

230

200

200

175

150

150

110

110

95

85

85

70

70

55

55

40

40

30

30

4/054X 5

53X 5

2"

2"

551X

2"51 5

2"

4

6

8

250

4/0

3/0

2/0

1/0

1

2

3

4

6

8

3"

3"

2-1/2"

2"

2"

1-1/2"

1-1/4"

1-1/4"

1-1/4"

1"

1"

255

230

200

175

150

110

95

85

70

55

40

4425

3325

444X

334X

443X

333X

442X

332X

441X

331X

441

331

442

332

443

333

223

444

334

224

446

336

226

448

338

228

440

330

220 30 3/4" 10
THWN
THHN 10

COND.
EQ. GND.

ATION
INSUL-

SIZEQUAN.SIZE
COND. CONDUCTOR

AMP.TYPE

6THHN
THWN

2/0175 2" 552X *

*  200% NEUTRAL

350-2 800 760 1/02 3 500 4"

3620600335-2 1350 3"2

350-3 1000 1140 2/03 3 500 4"

*

*

335-4 1200 1240 3/04 3 350 3"

*

*

*

*

*

*

*

*

*

3"40035 4/016751600340-5

3"40055 4/016751600540-5

3"40045 4/016751600440-5

*440-6 2000 2010 2506 4 400 4"

2-1/2"

2-1/2"

446040044X-2 34/0 2-1/2"2

ATS-1
LIFE SAFETY
400A, 4-POLE
65,000 AIC

EMERGENCY DISTRIBUTION PANEL 'EMDP'
200A, 277/480V, 3 PHASE, 4 WIRE
65,000 AIC

MAIN DISTRIBUTION PANEL  'MDP1'
3000A, 277/480V, 3 PHASE, 4 WIRE
65,000 AIC

TRANS 'T1'
480-120/208V
112.5KVA

#1/0

TRANS 'T2'
480-120/208V
112.5KVA

#4

SPACE
ONLY

SHAKESPEARE
RMP TRANSFORMER
277/480V  3PH
2500KVA

#4

50A

#3/0

TRANS 'TKB'
K-RATED K4
750 KVA
200% NEUTRAL

600A 600A 600A 600A 600A 200A 200A 20A

100A

200A

100A 100A
TRANS 'TK2'
K-RATED K4
112.5KVA
200% NEUTRAL

100A

CATWALK

TOWER
ELEVATOR

200A/3P

COMPANY
SWITCH
CS-5F
200A

22,000 AIC

CS-2F
200A

22,000 AIC

#1/0

TRANS 'TK1'
K-RATED K4
150KVA
200% NEUTRAL

COMPANY
SWITCH
CS-8F
200A

10,000 AIC

COMPANY
SWITCH

BACK STAGE

DIMMING ROOM
DIMMING RACKS

EMERGENCY DIESEL
GENERATOR 200KW,

250KVA
277/480V, 3 PHASE, 4 WIRE

MAIN DISTRIBUTION PANEL 'MDP2'
2000A, 120/208V
3 PHASE, 4 WIRE,
200% NEUTRAL
50,000AIC

'1HDP1'
600A, 277/480V
3 PHASE 4 WIRE
25,000 AIC

'1LDP2'
600A, 120/208V
3 PHASE 4 WIRE
200% NEUTRAL
22,000 AIC

'2HDP1'
600A, 277/480V,
3 PHASE, 4 WIRE
25,000 AIC

'2LDP2'
400A, 120/208V
3 PHASE, 4 WIRE
200% NEUTRAL
10,000 AIC

TRANS 'TE2'
480-120/208V
45KVA

TRANS 'TB'
480-120/208V
225KVA

TRANS 'TEB'
480-120/208V
45KVA

COMPANY
SWITCH
CS-3F
200A

22,000 AIC

'BLDP'
800A, 120/208V,
3 PHASE, 4 WIRE
22,000 AIC
200% NEUTRAL

50A

'2LDP1'
400A, 120/208V,
3 PHASE, 4 WIRE
10,000 AIC
200% NEUTRAL

100A 100A 100A

TO SUMA BLDG SEE
SHEET S-EX401

BY ROCKY MOUNTAIN POWER

COMPANY
SWITCH
CS-4F
200A

22,000 AIC

COMPANY
SWITCH
CS-7F
200A

10,000 AIC

35,000 AIC65,000 AIC

50,000 AIC

10,000 AIC

10,000 AIC

22,000 AIC

22,000 AIC

#3/0

30'-0"
UFER

#2/0

25,000 AIC 25,000 AIC

10,000 AIC

1
0

,0
0

0
 A

IC

10,000 AIC

35,000 AIC 35,000 AIC 35,000 AIC 35,000 AIC 35,000 AIC 22,000 AIC 22,000 AIC 22,000 AIC

10,000 AIC

22,000 AIC 22,000 AIC 10,000 AIC

18,000 AIC

14,000 AIC

10,000 AIC

10,000 AIC 10,000 AIC 10,000 AIC

1
0

,0
0

0
 A

IC

10,000 AIC 10,000 AIC 10,000 AIC 10,000 AIC

10,000 AIC

CS-6F
200A

10,000 AIC

SPACE
ONLY

DIMMING RACK

BACKSTAGE
ELEVATOR

200A/3P

CATEGORY C

22,000 AIC 22,000 AIC 22,000 AIC 22,000 AIC 22,000 AIC

SPACE
ONLY

SPACE
ONLY

100A

10,000 AIC

100A

10,000 AIC

'2LDP3'
400A, 120/208V,
3 PHASE, 4 WIRE
25,000 AIC
200% NEUTRAL

SPACE
ONLY

SPACE
ONLY

SPACE
ONLY

SPACE
ONLY

#2/0

2
2

,0
0

0
 A

IC

SPACE
ONLY

#2/0

SPACE
ONLY

#2/0

SPACE
ONLY

'2LDP4'
2000A, 120/208V,
3 PHASE, 4 WIRE
200% NEUTRAL
50,000 AIC

TRANS 'TK4'
K-RATED K4
750KVA
200% NEUTRAL

COMPANY
SWITCH

TRAP AREA
CS-1F
200A

22,000 AIC

#1/0

#1/0

'1LDP1'

400A 120/208V,

3 PHASE, 4 WIRE

10,000 AIC

200% NEUTRAL

SPACE
ONLY

SPACE
ONLY

100A

10,000 AIC

100A

22,000 AIC

LEVEL 0

LEVEL 1

LEVEL 2

AREA  'A' AREA  'B' AREA  'C'

CT

OFF-SITE

COPPER

FOR TRANSFORMER PRIMARY
CONDUCTOR & O.C. PROT.

CONDUCTOR & O.C. PROT.
FOR TRANSFORMER SECONDARY

COPPER THHN/THWN

(200% NEUTRAL)   480-208/120

CONDUCTOR & O.C. PROT.
FOR TRANSFORMER PRIMARY

COPPER

480-208/120

COPPER THHN/THWN

FOR TRANSFORMER SECONDARY
CONDUCTOR & O.C. PROT.

FOR PARALLEL RUNS
CONDUCTOR & CONDUIT SCHEDULE

COPPER

COPPER
CONDUCTOR & CONDUIT SCHEDULE
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Bid Documents

EQUIP RATING AMPS RMS SYSM.

48570 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 59 A 49 A 70 A

TOTALTOTALTOTALTOTAL 15904... 13641... 19025...

SPARE 20 A 1 -- 41 0 VA 0 VA 42 -- 1 20 A SPARE

SPARE 20 A 1 -- 39 0 VA 0 VA 40 -- 1 20 A SPARE

SPARE 20 A 1 -- 37 0 VA 0 VA 38 -- 1 20 A SPARE

SPARE 20 A 1 -- 35 0 VA 0 VA 36 -- 1 20 A SPARE

SPARE 20 A 1 -- 33 0 VA 0 VA 34 -- 1 20 A SPARE

SPARE 20 A 1 -- 31 0 VA 0 VA 32 -- 1 20 A SPARE

-- -- -- -- 29 3300 VA 0 VA 30 -- -- -- SPACE ONLY

-- -- -- -- 27 3300 VA 0 VA 28 -- -- -- SPACE ONLY

PAINT BOOTH CONTROL... 20 A 3 12 25 3300 VA 0 VA 26 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 23 0 VA 2771 VA 24 -- -- -- --

SPACE ONLY -- -- -- 21 0 VA 2771 VA 22 -- -- -- --

Lighting 20 A 1 12 19 1504 VA 2771 VA 20 12 3 20 A B-1

Lighting 253 20 A 1 12 17 2272 VA 2771 VA 18 -- -- -- --

Lighting 20 A 1 12 15 1931 VA 2771 VA 16 -- -- -- --

Lighting 20 A 1 12 13 1838 VA 2771 VA 14 12 3 20 A B-2

Lighting 20 A 1 12 11 3877 VA 0 VA 12 -- -- -- SPACE ONLY

Lighting Space 253 20 A 1 12 9 1590 VA 227 VA 10 12 1 20 A Lighting

Lighting 001 20 A 1 12 7 1312 VA 1008 VA 8 12 1 20 A Exterior Lighting

-- -- -- -- 5 0 VA 4033 VA 6 12 1 20 A Exterior Lighting

-- -- -- -- 3 0 VA 1050 VA 4 12 1 20 A Lighting

SPARE 20 A 3 1 0 VA 1400 VA 2 12 1 20 A Lighting

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 400 A

FED FROM:FED FROM:FED FROM:FED FROM: MDP1 MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: MAIN ELEC 003 MLO

PANEL:PANEL:PANEL:PANEL: BH1BH1BH1BH1 TYPE:TYPE:TYPE:TYPE: NF VOLTS:VOLTS:VOLTS:VOLTS: 480/277 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

EQUIP RATING AMPS RMS SYSM.

11727 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 11 A 18 A 15 A

TOTALTOTALTOTALTOTAL 2980... 4721... 4026...

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

23 24

21 22

19 20

17 18

15 16

13 14

11 12

9 10

Exit Lighting 20 A 1 12 7 83 VA 117 VA 8 12 1 20 A EXTERIOR STEP LIGHTS

-- -- -- -- 5 3888 VA 138 VA 6 12 1 20 A Lighting DRESSING ROOM 220

-- -- -- -- 3 4690 VA 31 VA 4 1 20 A Lighting

TEB 70 A 3 4 1 2268 VA 512 VA 2 12 1 20 A Lighting

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: EMDP MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: MAIN ELEC 003 MLO

PANEL:PANEL:PANEL:PANEL: BHE1BHE1BHE1BHE1 TYPE:TYPE:TYPE:TYPE: NF VOLTS:VOLTS:VOLTS:VOLTS: 480/277 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

EQUIP RATING AMPS RMS SYSM.

101272 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 122 A 122 A 122 A

TOTALTOTALTOTALTOTAL 33757... 33757... 33757...

SPARE 20 A 1 -- 41 0 VA 0 VA 42 -- 1 20 A SPARE

SPARE 20 A 1 -- 39 0 VA 0 VA 40 -- 1 20 A SPARE

SPARE 20 A 1 -- 37 0 VA 0 VA 38 -- 1 20 A SPARE

SPARE 20 A 1 -- 35 0 VA 0 VA 36 -- 1 20 A SPARE

SPARE 20 A 1 -- 33 0 VA 0 VA 34 -- 1 20 A SPARE

SPARE 20 A 1 -- 31 0 VA 0 VA 32 -- 1 20 A SPARE

-- -- -- -- 29 942 VA 0 VA 30 -- -- -- SPACE ONLY

-- -- -- -- 27 942 VA 0 VA 28 -- -- -- SPACE ONLY

Motor MECH 008 20 A 3 25 942 VA 0 VA 26 -- -- -- SPACE ONLY

-- -- -- -- 23 11085 VA 942 VA 24 -- -- -- --

-- -- -- -- 21 11085 VA 942 VA 22 -- -- -- --

SF-4 80 A 3 6 19 11085 VA 942 VA 20 3 20 A Motor MECH 008

-- -- -- -- 17 7482 VA 7482 VA 18 -- -- -- --

-- -- -- -- 15 7482 VA 7482 VA 16 -- -- -- --

P-2 40 A 3 8 13 7482 VA 7482 VA 14 8 3 40 A P-1

SPACE ONLY -- -- -- 11 0 VA 0 VA 12 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 9 0 VA 0 VA 10 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 7 0 VA 0 VA 8 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 5 0 VA 5823 VA 6 -- -- -- --

SPACE ONLY -- -- -- 3 0 VA 5823 VA 4 -- -- -- --

SPACE ONLY -- -- -- 1 0 VA 5823 VA 2 10 3 30 A CT-1

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: MDP1 MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: MECH 008 MLO

PANEL:PANEL:PANEL:PANEL: BHM1BHM1BHM1BHM1 TYPE:TYPE:TYPE:TYPE: NF VOLTS:VOLTS:VOLTS:VOLTS: 480/277 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

25181 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 75 A 95 A 47 A

TOTALTOTALTOTALTOTAL 8560... 10941... 5680...

SPARE 20 A 1 -- 41 0 VA 0 VA 42 -- 1 20 A SPARE

SPARE 20 A 1 -- 39 0 VA 0 VA 40 -- 1 20 A SPARE

SPARE 20 A 1 -- 37 0 VA 0 VA 38 -- 1 20 A SPARE

SPARE 20 A 1 -- 35 0 VA 0 VA 36 -- 1 20 A SPARE

Lighting 20 A 1 12 33 674 VA 720 VA 34 12 1 20 A Power

Power COSTUME STORAGE 001 20 A 1 12 31 1400 VA 1500 VA 32 12 1 20 A Power DRESSING ROOM 224

Power COSTUME STORAGE 001 20 A 1 12 29 1400 VA 1400 VA 30 12 1 20 A Power COSTUME STORAGE 001

Power COSTUME STORAGE 001 20 A 1 12 27 1400 VA 1127 VA 28 12 1 20 A Motor

25 1500 VA 26 12 1 20 A Power

Power 20 A 1 12 23 180 VA 540 VA 24 12 1 20 A Power

Power 20 A 1 12 21 1500 VA 1500 VA 22 12 1 20 A Power DRESSING ROOM 224

FA BELL 20 A 1 19 100 VA 20

Power 20 A 1 12 17 0 VA 540 VA 18 12 1 20 A Power STORAGE/ EFFECTS 012

Power 20 A 1 12 15 1080 VA 500 VA 16 12 1 20 A Power

Power 20 A 1 12 13 1260 VA 180 VA 14 12 1 20 A Power

Power 20 A 1 12 11 540 VA 360 VA 12 12 1 20 A Power

Power 20 A 1 12 9 720 VA 500 VA 10 12 1 20 A Power

Power 20 A 1 12 7 500 VA 1260 VA 8 12 1 20 A Power

Power 20 A 1 12 5 720 VA 0 VA 6 12 1 20 A Air Handler Lights

Power 20 A 1 12 3 500 VA 720 VA 4 12 1 20 A Power COSTUME STORAGE 001

Power 20 A 1 12 1 360 VA 500 VA 2 12 1 20 A Power

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: BLDP MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: MAIN ELEC 003 MLO

PANEL:PANEL:PANEL:PANEL: BL1BL1BL1BL1 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

27796 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 95 A 68 A 68 A

TOTALTOTALTOTALTOTAL 11386... 8200... 8210...

SPARE 20 A 1 -- 41 0 VA 0 VA 42 -- 1 20 A SPARE

SPARE 20 A 1 -- 39 0 VA 0 VA 40 -- 1 20 A SPARE

-- -- -- -- 37 750 VA 750 VA 38 -- -- -- --

Power DYE ROOM 124 20 A 2 35 750 VA 750 VA 36 2 20 A Power DYE ROOM 124

Power 20 A 1 12 33 2000 VA 34

Power 20 A 1 12 31 2000 VA 1400 VA 32 12 1 20 A Power

Power 20 A 1 12 29 900 VA 1400 VA 30 12 1 20 A Power

Power 20 A 1 12 27 360 VA 540 VA 28 12 1 20 A Power

Power 20 A 1 12 25 360 VA 360 VA 26 12 1 20 A Power

Power 20 A 1 12 23 360 VA 360 VA 24 12 1 20 A Power

Power 20 A 1 12 21 860 VA 360 VA 22 12 1 20 A Power

-- -- -- -- 19 750 VA 540 VA 20 12 1 20 A Power

Power 20 A 2 12 17 750 VA 540 VA 18 12 1 20 A Power

-- -- -- -- 15 750 VA 750 VA 16 -- -- -- --

Power 20 A 2 12 13 750 VA 750 VA 14 12 2 20 A Power

-- -- -- -- 11 750 VA 750 VA 12 -- -- -- --

Power 20 A 2 12 9 750 VA 750 VA 10 12 2 20 A Power

Power 20 A 1 12 7 360 VA 360 VA 8 12 1 20 A Power

Power 20 A 1 12 5 540 VA 360 VA 6 12 1 20 A Power

Power 20 A 1 12 3 720 VA 360 VA 4 12 1 20 A Power

Motor DYE ROOM 124 20 A 1 1 1176 VA 1080 VA 2 12 1 20 A Power

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: BLDP MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: MAIN ELEC 003 MLO

PANEL:PANEL:PANEL:PANEL: BL2BL2BL2BL2 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

22560 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 71 A 87 A 39 A

TOTALTOTALTOTALTOTAL 8000... 9880... 4680...

SPARE 20 A 1 -- 41 0 VA 0 VA 42 -- 1 20 A SPARE

SPARE 20 A 1 -- 39 0 VA 0 VA 40 -- 1 20 A SPARE

SPARE 20 A 1 -- 37 0 VA 0 VA 38 -- 1 20 A SPARE

SPARE 20 A 1 -- 35 0 VA 0 VA 36 -- 1 20 A SPARE

Exterior Power 20 A 1 12 33 180 VA 180 VA 34 12 1 20 A Exterior Power

Irrigation Power 20 A 1 12 31 180 VA 180 VA 32 12 1 20 A Exterior Power

Exterior Power 20 A 1 12 29 180 VA 180 VA 30 12 1 20 A Exterior Power

Power DRESSING ROOM 224 20 A 1 12 27 1500 VA 1500 VA 28 1 20 A Power DRESSING ROOM 224

Power DRESSING ROOM 224 20 A 1 12 25 1500 VA 1500 VA 26 12 1 20 A Power DRESSING ROOM 224

Power 20 A 1 12 23 360 VA 360 VA 24 12 1 20 A Power

Power 20 A 1 12 21 720 VA 360 VA 22 12 1 20 A Power

Power 20 A 1 12 19 1400 VA 20

Power 20 A 1 12 17 720 VA 720 VA 18 12 1 20 A Power

Power 20 A 1 12 15 2000 VA 2000 VA 16 12 1 20 A Power

Power 20 A 1 12 13 720 VA 900 VA 14 12 1 20 A Power

Power 20 A 1 12 11 720 VA 720 VA 12 12 1 20 A Power

Power 20 A 1 12 9 360 VA 360 VA 10 12 1 20 A Power

Power 20 A 1 12 7 360 VA 360 VA 8 12 1 20 A Power

Power 20 A 1 12 5 360 VA 360 VA 6 12 1 20 A Power

Power 20 A 1 12 3 360 VA 360 VA 4 12 1 20 A Power

Power 20 A 1 12 1 540 VA 360 VA 2 12 1 20 A Power

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: BLDP MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: MAIN ELEC 003 MLO

PANEL:PANEL:PANEL:PANEL: BL3BL3BL3BL3 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

* GFCI Breaker 78399 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 223 A 176 A 279 A

TOTALTOTALTOTALTOTAL 26018... 21107... 32774...

SPARE 0 A 1 -- 83 0 VA 0 VA 84 -- 1 0 A SPARE

SPARE 0 A 1 -- 81 0 VA 0 VA 82 -- 1 0 A SPARE

SPARE 0 A 1 -- 79 0 VA 0 VA 80 -- 1 0 A SPARE

SPARE 0 A 1 -- 77 0 VA 0 VA 78 -- 1 0 A SPARE

SPARE 0 A 1 -- 75 0 VA 0 VA 76 -- 1 0 A SPARE

SPARE 0 A 1 -- 73 0 VA 0 VA 74 -- 1 0 A SPARE

SPACE ONLY -- -- -- 71 0 VA 0 VA 72 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 69 0 VA 0 VA 70 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 67 0 VA 0 VA 68 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 65 0 VA 0 VA 66 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 63 0 VA 0 VA 64 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 61 0 VA 0 VA 62 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 59 0 VA 0 VA 60 -- -- -- SPACE ONLY

Power CONCESSIONS 210 20 A 1 57 180 VA 180 VA 58 1 20 A Power CONCESSIONS 210

Power CONCESSIONS 210 20 A 1 55 720 VA 400 VA 56 1 20 A Power CONCESSIONS 210

Power CONCESSIONS 210 20 A 1 53 180 VA 180 VA 54 1 20 A Power CONCESSIONS 210

Power CONCESSIONS 210 20 A 1 51 200 VA 380 VA 52 1 20 A Power CONCESSIONS 210

-- -- -- -- 49 800 VA 180 VA 50 1 20 A Power CONCESSIONS 210

Power CONCESSIONS 210 20 A 2 47 800 VA 1150 VA 48 -- -- -- --

Power CONCESSIONS 210 20 A 1 45 540 VA 1150 VA 46 2 20 A Power CONCESSIONS 210

Power CONCESSIONS 210 20 A 1 43 1600 VA 1500 VA 44 1 20 A Power CONCESSIONS 210

-- -- -- -- 41 0 VA 1850 VA 42 -- -- -- --

-- -- -- -- 39 0 VA 1850 VA 40 2 20 A Power CONCESSIONS 210

GARAGE DOOR 40 A 3 8 37 0 VA 3744 VA 38 -- -- -- --

-- -- -- -- 35 4900 VA 3744 VA 36 2 20 A Power CONCESSIONS 210

Power COSTUME STORAGE 001 60 A 2 6 33 4900 VA 900 VA 34 1 20 A Power CONCESSIONS 210

-- -- -- -- 31 4900 VA 64 VA 32 12 1 20 A ELEV. BACK STAGE CAB LIGHT

Power COSTUME STORAGE 001 60 A 2 6 29 4900 VA 4900 VA 30 -- -- -- --

Power 20 A 1 12 27 180 VA 4900 VA 28 6 2 60 A Power COSTUME STORAGE 001

SRP1 20 A 1 12 25 500 VA 500 VA 26 12 1 20 A SRP1B

Power 20 A 1 12 23 720 VA 500 VA 24 12 1 20 A SRP1A

Power 20 A 1 12 21 0 VA 1080 VA 22 12 1 20 A Power

Power 20 A 1 12 19 1220 VA 4900 VA 20 -- -- -- --

Power UNISEX 219 20 A 1 12 17 370 VA 4900 VA 18 6 2 60 A Power COSTUME STORAGE 001

Power 20 A 1 12 15 1400 VA 190 VA 16 12 1 20 A Power

Power 20 A 1 12 13 1400 VA 190 VA 14 12 1 20 A Power

Power 20 A 1 12 11 1720 VA 370 VA 12 12 1 20 A Power

Power 20 A 1 12 9 1080 VA 370 VA 10 12 1 20 A Power

Power 20 A 1 12 7 1360 VA 1000 VA 8 12 1 20 A Power

Power 20 A 1 12 5 1400 VA 190 VA 6 12 1 20 A Power

Power 20 A 1 12 3 500 VA 1127 VA 4 12 1 20 A Motor

Power 20 A 1 12 1 500 VA 540 VA 2 12 1 20 A Power

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

A B C A B C CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: BLDP MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: MAIN ELEC 003 MLO

PANEL:PANEL:PANEL:PANEL: BL4BL4BL4BL4 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

88536 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 254 A 232 A 257 A

TOTALTOTALTOTALTOTAL 30176... 27860... 30500...

SPACE ONLY -- -- -- 83 0 VA 0 VA 84 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 81 0 VA 0 VA 82 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 79 0 VA 0 VA 80 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 77 0 VA 0 VA 78 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 75 0 VA 0 VA 76 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 73 0 VA 0 VA 74 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 71 0 VA 0 VA 72 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 69 0 VA 0 VA 70 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 67 0 VA 0 VA 68 -- -- -- SPACE ONLY

Power CONCESSIONS... 20 A 1 12 65 1500 VA 0 VA 66 -- 1 20 A SPARE

Power CONCESSIONS... 20 A 1 12 63 1500 VA 0 VA 64 -- 1 20 A SPARE

Power CONCESSIONS... 20 A 1 12 61 1500 VA 0 VA 62 -- 1 20 A SPARE

Power DRESSING ROOM 224A 20 A 1 12 59 1500 VA 1500 VA 60 12 1 20 A Power DRESSING ROOM 225

Power CONCESSIONS... 20 A 1 12 57 1500 VA 1500 VA 58 12 1 20 A Power DRESSING ROOM 225

Power CONCESSIONS... 20 A 1 12 55 1500 VA 500 VA 56 -- -- -- --

Power DRESSING ROOM 224A 20 A 1 12 53 1500 VA 500 VA 54 -- -- -- --

EF-2 20 A 1 12 51 1500 VA 500 VA 52 12 3 20 A AIR COMPRESSOR CONCESSION...

Power DRESSING ROOM 215 20 A 1 12 49 1500 VA 1176 VA 50 12 1 20 A Motor DRESSING ROOM 225

Power DRESSING ROOM 215 20 A 1 12 47 1500 VA 1500 VA 48 12 1 20 A Power DRESSING ROOM 225

Power DRESSING ROOM 215 20 A 1 12 45 1500 VA 1500 VA 46 12 1 20 A Power DRESSING ROOM 225

Power DRESSING ROOM 215 20 A 1 12 43 1500 VA 1500 VA 44 12 1 20 A Power DRESSING ROOM 225

Power DRESSING ROOM 215 20 A 1 12 41 1500 VA 1500 VA 42 12 1 20 A Power DRESSING ROOM 225

Power DRESSING ROOM 220 20 A 1 12 39 1500 VA 1500 VA 40 12 1 20 A Power DRESSING ROOM 225

Power DRESSING ROOM 220 20 A 1 12 37 1500 VA 1500 VA 38 12 1 20 A Power DRESSING ROOM 225

Power DRESSING ROOM 220 20 A 1 12 35 1500 VA 1500 VA 36 12 1 20 A Power DRESSING ROOM 225

Power DRESSING ROOM 220 20 A 1 12 33 1500 VA 1500 VA 34 12 1 20 A Power DRESSING ROOM 225

Power DRESSING ROOM 220 20 A 1 12 31 1500 VA 1500 VA 32 12 1 20 A Power DRESSING ROOM 225

Power DRESSING ROOM 220 20 A 1 12 29 1500 VA 1500 VA 30 12 1 20 A Power DRESSING ROOM 225

Power DRESSING ROOM 220 20 A 1 12 27 180 VA 180 VA 28 12 1 20 A Power

Power DRESSING ROOM 220 20 A 1 12 25 1500 VA 1500 VA 26 12 1 20 A Power

Power DRESSING ROOM 220 20 A 1 12 23 1500 VA 1500 VA 24 12 1 20 A Power

Power DRESSING ROOM 220 20 A 1 12 21 1500 VA 1500 VA 22 12 1 20 A Power DRESSING ROOM 215

Power DRESSING ROOM 220 20 A 1 12 19 1500 VA 1500 VA 20 12 1 20 A Power DRESSING ROOM 215

Power DRESSING ROOM 220 20 A 1 12 17 1500 VA 1500 VA 18 12 1 20 A Power DRESSING ROOM 215

Power DRESSING ROOM 216 20 A 1 12 15 1500 VA 1500 VA 16 12 1 20 A Power DRESSING ROOM 216

Power DRESSING ROOM 216 20 A 1 12 13 1500 VA 1500 VA 14 12 1 20 A Power DRESSING ROOM 216

Power DRESSING ROOM 216 20 A 1 12 11 1500 VA 1500 VA 12 12 1 20 A Power DRESSING ROOM 216

Power DRESSING ROOM 216 20 A 1 12 9 1500 VA 1500 VA 10 12 1 20 A Power DRESSING ROOM 216

Power DRESSING ROOM 224A 20 A 1 12 7 1500 VA 1500 VA 8 12 1 20 A Power DRESSING ROOM 216

Power DRESSING ROOM 224A 20 A 1 12 5 1500 VA 1500 VA 6 12 1 20 A Power DRESSING ROOM 216

Power DRESSING ROOM 224A 20 A 1 12 3 1500 VA 1500 VA 4 12 1 20 A Power DRESSING ROOM 216

Power DRESSING ROOM 224A 20 A 1 12 1 1500 VA 1500 VA 2 12 1 20 A Power DRESSING ROOM 216

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

A B C A B C CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 400 A

FED FROM:FED FROM:FED FROM:FED FROM: BLDP MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: MAIN ELEC 003 MLO

PANEL:PANEL:PANEL:PANEL: BL5BL5BL5BL5 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

29199 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 97 A 84 A 67 A

TOTALTOTALTOTALTOTAL 11350... 9800... 8049...

SPARE 20 A 1 -- 41 0 VA 0 VA 42 -- 1 20 A SPARE

SPARE 20 A 1 -- 39 0 VA 0 VA 40 -- 1 20 A SPARE

SPARE 20 A 1 -- 37 0 VA 0 VA 38 -- 1 20 A SPARE

SPARE 20 A 1 -- 35 0 VA 0 VA 36 -- 1 20 A SPARE

Other DRESSING ROOM 224 20 A 1 12 33 960 VA 190 VA 34 1 20 A Power

Other DRESSING ROOM 224 20 A 1 12 31 960 VA 960 VA 32 12 1 20 A Other DRESSING ROOM 225

Other DRESSING ROOM 220 20 A 1 12 29 960 VA 960 VA 30 12 1 20 A Other DRESSING ROOM 225

Other DRESSING ROOM 220 20 A 1 12 27 960 VA 960 VA 28 12 1 20 A Other DRESSING ROOM 220

Other DRESSING ROOM 220 20 A 1 12 25 960 VA 720 VA 26 1 20 A Power CRAFT WORK 1-1 132M-1

Other 20 A 1 12 23 960 VA 960 VA 24 1 20 A Other DRESSING ROOM 215

Other 20 A 1 12 21 960 VA 750 VA 22 -- -- -- --

VAV Units 20 A 1 12 19 1500 VA 750 VA 20 2 20 A Power WASH/DRY 132H

VAV Units 20 A 1 12 17 1500 VA 720 VA 18 12 1 20 A Power Room 204

Lighting 20 A 1 12 15 1600 VA 540 VA 16 12 1 20 A Power SECOND LEVEL PLAZA 204

Lighting 20 A 1 12 13 1600 VA 720 VA 14 12 1 20 A Power Room 204

SPARE 0 A 1 -- 11 0 VA 960 VA 12 12 1 20 A Other

SPARE 0 A 1 -- 9 0 VA 960 VA 10 12 1 20 A Other DRESSING ROOM 216

SPARE 0 A 1 -- 7 0 VA 960 VA 8 1 20 A Other DRESSING ROOM 216

DRYER BOOSTER FAN 20 A 1 12 5 69 VA 960 VA 6 12 1 20 A Other DRESSING ROOM 216

Other DRESSING ROOM 225 20 A 1 12 3 960 VA 960 VA 4 12 1 20 A Other

Other DRESSING ROOM 225 20 A 1 12 1 960 VA 1260 VA 2 12 1 20 A Power

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: BLDP MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: MAIN ELEC 003 MLO

PANEL:PANEL:PANEL:PANEL: BL6BL6BL6BL6 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

Addendum #03 06/10/2014

Addendum #04 06/17/2014



MESKER

GARY W.

No. 4816

G
I
N
E
E
R

ONAOF
ESSI

R

UT
AH

TE OF

S
E
D

E
I
C
N

S

L

TA

P
L

E
N

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

Panelboard
Schedules

U-EX502

28 May 2014

12218730

Bid Documents

EQUIP RATING AMPS RMS SYSM.

10846 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 19 A 41 A 34 A

TOTALTOTALTOTALTOTAL 2268... 4690... 3888...

SPARE 20 A 1 -- 41 0 VA 0 VA 42 -- 1 20 A SPARE

SPARE 20 A 1 -- 39 0 VA 0 VA 40 -- 1 20 A SPARE

SPARE 20 A 1 -- 37 0 VA 0 VA 38 -- 1 20 A SPARE

SPARE 20 A 1 -- 35 0 VA 0 VA 36 -- 1 20 A SPARE

SPARE 20 A 1 -- 33 0 VA 0 VA 34 -- 1 20 A SPARE

SPARE 20 A 1 -- 31 0 VA 0 VA 32 -- 1 20 A SPARE

-- -- -- -- 29 0 VA 0 VA 30 -- -- -- SPACE ONLY

-- -- -- -- 27 0 VA 0 VA 28 -- -- -- SPACE ONLY

ELTS 50 A 3 2 25 0 VA 0 VA 26 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 23 0 VA 0 VA 24 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 21 0 VA 0 VA 22 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 19 0 VA 0 VA 20 -- -- -- SPACE ONLY

Other ACTOR STAIR 117 20 A 1 12 17 5 VA 5 VA 18 12 1 20 A Other

Other 20 A 1 12 15 5 VA 5 VA 16 12 1 20 A Other PROPS WORKROOM 118

Other 20 A 1 12 13 5 VA 5 VA 14 12 1 20 A Other

Power COMM 005 20 A 1 12 11 1800 VA 0 VA 12 12 1 20 A Power SCENERY STAGING 230

Power COMM 005 20 A 1 12 9 1800 VA 1800 VA 10 12 1 20 A AC-1

Power COMM 005 20 A 1 12 7 1800 VA 278 VA 8 12 1 20 A BACKSTAGE ELEVATOR PIT

Power COMM 005 20 A 1 12 5 1800 VA 278 VA 6 12 1 20 A CONTROL BOOTH ELEVATOR PIT

Power COMM 005 20 A 1 12 3 900 VA 180 VA 4 12 1 20 A EMERGENCY POWER

Power ACTOR QUEUING 178 20 A 1 12 1 0 VA 180 VA 2 12 1 20 A EMERGENCY POWER

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 175 A

FED FROM:FED FROM:FED FROM:FED FROM: TEB MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: MAIN ELEC 003 MCB

PANEL:PANEL:PANEL:PANEL: BLE1BLE1BLE1BLE1 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

11136 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 34 A 32 A 28 A

TOTALTOTALTOTALTOTAL 3984... 3768... 3384...

SPARE 20 A 1 -- 41 0 VA 0 VA 42 -- -- -- SPACE ONLY

SPARE 20 A 1 -- 39 0 VA 0 VA 40 -- -- -- SPACE ONLY

SPARE 20 A 1 -- 37 0 VA 0 VA 38 -- -- -- SPACE ONLY

SPARE 20 A 1 -- 35 0 VA 0 VA 36 -- -- -- SPACE ONLY

SPARE 20 A 1 -- 33 0 VA 0 VA 34 -- -- -- SPACE ONLY

SPARE 20 A 1 -- 31 0 VA 0 VA 32 -- -- -- SPACE ONLY

Power MECH 008 20 A 1 12 29 720 VA 0 VA 30 -- 1 20 A SPARE

Power MECH 007 20 A 1 12 27 720 VA 0 VA 28 -- 1 20 A SPARE

Motor MECH 008 20 A 1 12 25 1176 VA 0 VA 26 -- 1 20 A SPARE

SPACE ONLY -- -- -- 23 0 VA 0 VA 24 -- 1 20 A SPARE

AH-4 20 A 1 12 21 1920 VA 0 VA 22 -- 1 20 A SPARE

WH-2 20 A 1 12 19 684 VA 0 VA 20 -- 1 20 A SPARE

WH-1 20 A 1 12 17 684 VA 0 VA 18 -- -- -- SPACE ONLY

WS-1 20 A 1 12 15 600 VA 0 VA 16 -- -- -- SPACE ONLY

UH-2 20 A 1 12 13 528 VA 0 VA 14 -- -- -- SPACE ONLY

RCP-1 20 A 1 12 11 696 VA 684 VA 12 12 1 20 A WH-3

UH-1 20 A 1 12 9 528 VA 0 VA 10 -- 1 20 A SPARE

SP-1 20 A 1 12 7 696 VA 0 VA 8 -- 1 20 A SPARE

ATC 20 A 1 12 5 600 VA 0 VA 6 -- 1 20 A SPARE

SPARE 20 A 1 -- 3 0 VA 0 VA 4 12 1 20 A HVAC

SPARE 20 A 1 -- 1 0 VA 0 VA 2 12 1 20 A HVAC

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: MECH 008 MLO

PANEL:PANEL:PANEL:PANEL: BLM1BLM1BLM1BLM1 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

Addendum #03 06/10/2014

Addendum #06 06/25/2014
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date:

DFCM project no:

Revisions

Panelboard
Schedules

U-EX503

28 May 2014

12218730

Bid Documents

EQUIP RATING AMPS RMS SYSM.

20606 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 27 A 27 A 22 A

TOTALTOTALTOTALTOTAL 7203... 7309... 6094...

SPACE ONLY -- -- -- 41 0 VA 0 VA 42 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 39 0 VA 0 VA 40 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 37 0 VA 0 VA 38 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 35 0 VA 0 VA 36 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 33 0 VA 0 VA 34 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 31 0 VA 0 VA 32 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 29 0 VA 0 VA 30 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 27 0 VA 0 VA 28 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 25 0 VA 0 VA 26 -- -- -- SPACE ONLY

SPARE 20 A 1 -- 23 0 VA 0 VA 24 -- -- -- SPACE ONLY

SPARE 20 A 1 -- 21 0 VA 0 VA 22 -- 1 20 A SPARE

SPARE 20 A 1 -- 19 0 VA 0 VA 20 -- 1 20 A SPARE

SPARE 20 A 1 -- 17 0 VA 0 VA 18 -- 1 20 A SPARE

SPARE 20 A 1 -- 15 0 VA 0 VA 16 -- 1 20 A SPARE

SPARE 20 A 1 -- 13 0 VA 0 VA 14 -- 1 20 A SPARE

Lighting 20 A 1 12 11 2012 VA 0 VA 12 -- 1 20 A SPARE

Lighting 20 A 1 12 9 449 VA 4018 VA 10 -- -- -- --

Lighting 20 A 1 12 7 458 VA 4018 VA 8 -- -- -- --

Lighting 20 A 1 12 5 64 VA 4018 VA 6 12 3 20 A WH-4

Lighting Exterior Facade 20 A 1 12 3 2030 VA 812 VA 4 12 1 20 A Lighting CONFERENCE ROOM 143

Lighting 20 A 1 12 1 160 VA 2566 VA 2 12 1 20 A Lighting

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: 1HDP1 MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: SAT ELEC-1 137-1 MLO

PANEL:PANEL:PANEL:PANEL: 1H11H11H11H1 TYPE:TYPE:TYPE:TYPE: NF VOLTS:VOLTS:VOLTS:VOLTS: 480/277 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

EQUIP RATING AMPS RMS SYSM.

81918 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 109 A 92 A 95 A

TOTALTOTALTOTALTOTAL 30212... 25508... 26198...

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

23 24

21 22

19 20

17 18

15 16

13 14

11 12

9 10

7 8

-- -- -- -- 5 26198 VA 6

-- -- -- -- 3 25508 VA 4

T1 0 A 3 1 28316 VA 1896 VA 2 12 1 20 A Lighting

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: 1HDP1 MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: SAT ELEC-1 137-1 MLO

PANEL:PANEL:PANEL:PANEL: 1H21H21H21H2 TYPE:TYPE:TYPE:TYPE: NF VOLTS:VOLTS:VOLTS:VOLTS: 480/277 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

27480 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 88 A 78 A 66 A

TOTALTOTALTOTALTOTAL 10320... 9200... 7960...

SPARE 0 A 1 -- 41 0 VA 0 VA 42 -- 1 0 A SPARE

SPARE 0 A 1 -- 39 0 VA 0 VA 40 -- 1 0 A SPARE

SPARE 0 A 1 -- 37 0 VA 0 VA 38 -- 1 0 A SPARE

SPARE 0 A 1 -- 35 0 VA 0 VA 36 -- 1 0 A SPARE

SPARE 20 A 1 -- 33 0 VA 0 VA 34 -- 1 20 A SPARE

Power 20 A 1 31 600 VA 900 VA 32 1 20 A Power

Power 20 A 1 12 29 360 VA 180 VA 30 12 1 20 A Power KITCHEN 134A

Power 20 A 1 12 27 360 VA 1200 VA 28 12 1 20 A Power

Power 20 A 1 12 25 360 VA 1200 VA 26 12 1 20 A Power

Power 20 A 1 12 23 360 VA 720 VA 24 12 1 20 A Power

Power 20 A 1 12 21 360 VA 300 VA 22 12 1 20 A Power GALLERY 134B

Power 20 A 1 12 19 360 VA 1260 VA 20 12 1 20 A Power

Power 20 A 1 12 17 720 VA 900 VA 18 12 1 20 A Power

Power 20 A 1 12 15 2000 VA 1500 VA 16 12 1 20 A Power

Power 20 A 1 12 13 900 VA 1500 VA 14 12 1 20 A Power

Power 20 A 1 12 11 2000 VA 360 VA 12 12 1 20 A Power

Power 20 A 1 12 9 720 VA 1500 VA 10 12 1 20 A Power

Power 20 A 1 12 7 360 VA 1080 VA 8 12 1 20 A Power

Power 20 A 1 12 5 360 VA 2000 VA 6 12 1 20 A Power

Power 20 A 1 12 3 360 VA 900 VA 4 12 1 20 A Power

Power 20 A 1 12 1 900 VA 900 VA 2 12 1 20 A Power

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: 1LDP1 MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: SAT ELEC-1 137-1 MLO

PANEL:PANEL:PANEL:PANEL: 1L11L11L11L1 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

20880 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 61 A 51 A 64 A

TOTALTOTALTOTALTOTAL 7200... 6120... 7560...

SPARE 20 A 1 -- 41 0 VA 0 VA 42 -- 1 20 A SPARE

SPARE 20 A 1 -- 39 0 VA 0 VA 40 -- 1 20 A SPARE

SPARE 20 A 1 -- 37 0 VA 0 VA 38 -- 1 20 A SPARE

Power PLOTTER PRINT... 20 A 1 35 180 VA 0 VA 36 -- 1 20 A SPARE

Power PLOTTER PRINT... 20 A 1 33 180 VA 0 VA 34 -- 1 20 A SPARE

Power 20 A 1 12 31 720 VA 0 VA 32 12 1 20 A Power

Power 20 A 1 12 29 1080 VA 1260 VA 30 12 1 20 A Power

SRP2 20 A 1 12 27 0 VA 540 VA 28 12 1 20 A Power

Power 20 A 1 12 25 900 VA 720 VA 26 12 1 20 A Power

Power 20 A 1 12 23 540 VA 900 VA 24 12 1 20 A Power

Power 20 A 1 12 21 540 VA 720 VA 22 12 1 20 A Power

Power 20 A 1 12 19 720 VA 360 VA 20 12 1 20 A Power

Power 20 A 1 12 17 900 VA 540 VA 18 12 1 20 A Power

Power 20 A 1 12 15 900 VA 720 VA 16 12 1 20 A Power

Power 20 A 1 12 13 720 VA 900 VA 14 12 1 20 A Power

Power 20 A 1 12 11 720 VA 720 VA 12 12 1 20 A Power

Power 20 A 1 12 9 720 VA 180 VA 10 1 20 A Power PLOTTER PRINT GRAPHIC...

Power 20 A 1 12 7 720 VA 180 VA 8 1 20 A Power PLOTTER PRINT GRAPHIC...

Power 20 A 1 12 5 540 VA 180 VA 6 12 1 20 A Power

Power 20 A 1 12 3 720 VA 900 VA 4 12 1 20 A Power

Power 20 A 1 12 1 720 VA 540 VA 2 12 1 20 A Power

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: 1LDP1 MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: SAT ELEC-1 137-1 MLO

PANEL:PANEL:PANEL:PANEL: 1L21L21L21L2 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200 % NEUTRAL EQUIP RATING AMPS RMS SYSM.

31661 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 91 A 85 A 90 A

TOTALTOTALTOTALTOTAL 10796... 10188... 10678...

SPARE 20 A 1 -- 41 0 VA 0 VA 42 -- 1 20 A SPARE

SPARE 20 A 1 -- 39 0 VA 0 VA 40 -- 1 20 A SPARE

-- -- -- -- 37 0 VA 0 VA 38 -- 1 20 A SPARE

-- -- -- -- 35 0 VA 180 VA 36 1 20 A Power

GARAGE DOOR 40 A 3 8 33 0 VA 540 VA 34 12 1 20 A Power

VAV UNITS 20 A 1 12 31 1500 VA 360 VA 32 12 1 20 A Power SECOND LEVEL PLAZA 204

VAV UNITS 20 A 1 12 29 1500 VA 360 VA 30 12 1 20 A Power EDUC. DIRECTOR 146

VAV UNITS 20 A 1 12 27 1500 VA 64 VA 28 12 1 20 A TOWER ELEVATOR CAB LIGHT

VAV UNITS 20 A 1 12 25 1500 VA 1176 VA 26 12 1 20 A EF-3

VAV UNITS 20 A 1 12 23 1500 VA 1498 VA 24 -- -- -- --

VAV UNITS 20 A 1 12 21 1500 VA 1498 VA 22 10 2 30 A AC-4A, 4B

HVAC 20 A 1 19 324 VA 1500 VA 20 12 1 20 A VAV Units

Power 20 A 1 12 17 1200 VA 360 VA 18 12 1 20 A Power KITCHEN 134A

Power 20 A 1 12 15 1090 VA 720 VA 16 12 1 20 A Power

Power 20 A 1 12 13 360 VA 180 VA 14 12 1 20 A Power

Power 20 A 1 12 11 1200 VA 360 VA 12 12 1 20 A Power

Power 20 A 1 12 9 900 VA 1500 VA 10 12 1 20 A Power

Power 20 A 1 12 7 1440 VA 1260 VA 8 12 1 20 A Power

Power 20 A 1 12 5 1080 VA 1440 VA 6 12 1 20 A Power

EF-6 20 A 1 12 3 696 VA 180 VA 4 12 1 20 A Power

Power 20 A 1 12 1 500 VA 696 VA 2 12 1 20 A EF-5

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: 1LDP1 MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: SAT ELEC-1 137-1 MLO

PANEL:PANEL:PANEL:PANEL: 1L31L31L31L3 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200 % NEUTRAL EQUIP RATING AMPS RMS SYSM.

67024 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 178 A 197 A 185 A

TOTALTOTALTOTALTOTAL 21398... 23542... 22084...

SPARE 20 A 1 -- 41 0 VA 0 VA 42 -- 1 20 A SPARE

Power 20 A 1 12 39 1920 VA 0 VA 40 -- 1 20 A SPARE

Power 20 A 1 12 37 1920 VA 38

Power 20 A 1 12 35 1920 VA 3744 VA 36 -- -- -- --

Power 20 A 1 12 33 1920 VA 3744 VA 34 6 2 50 A Power

Power 20 A 1 12 31 1920 VA 900 VA 32 12 1 20 A Power

Power 20 A 1 12 29 400 VA 720 VA 30 12 1 20 A Power

Power 20 A 1 12 27 720 VA 600 VA 28 12 1 20 A Power

Power 20 A 1 12 25 1920 VA 1920 VA 26 12 1 20 A Power

-- -- -- -- 23 3500 VA 1920 VA 24 12 1 20 A Power

-- -- -- -- 21 3500 VA 1920 VA 22 12 1 20 A Power

Power 100 A 3 1 19 3500 VA 720 VA 20 12 1 20 A Power

-- -- -- -- 17 3500 VA 1920 VA 18 12 1 20 A Power

-- -- -- -- 15 3500 VA 850 VA 16 -- -- -- --

Power 100 A 3 1 13 3500 VA 850 VA 14 12 2 25 A Power

Power 20 A 1 12 11 840 VA 850 VA 12 -- -- -- --

-- -- -- -- 9 1248 VA 850 VA 10 12 2 25 A Power

Power 25 A 2 12 7 1248 VA 720 VA 8 12 1 20 A Power

-- -- -- -- 5 850 VA 1920 VA 6 12 1 20 A Power

Power 25 A 2 12 3 850 VA 1920 VA 4 12 1 20 A Power

Power 20 A 1 12 1 360 VA 1920 VA 2 12 1 20 A Power

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION:

PANEL:PANEL:PANEL:PANEL: 1L41L41L41L4 TYPE:TYPE:TYPE:TYPE: Type 1 VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

Addendum #03 06/10/2014
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date:

DFCM project no:

Revisions

Panelboard
Schedules

U-EX504

28 May 2014

12218730

Bid Documents

EQUIP RATING AMPS RMS SYSM.

118124 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 159 A 130 A 143 A

TOTALTOTALTOTALTOTAL 43552... 35875... 39197...

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

-- -- -- -- 23 831 VA 24

-- -- -- -- 21 831 VA 22

P-6 20 A 3 12 19 831 VA 656 VA 20 1 20 A Lighting

-- -- -- -- 17 33887 VA 0 VA 18 -- -- -- --

-- -- -- -- 15 30736 VA 0 VA 16 -- -- -- --

T2 0 A 3 13 36510 VA 0 VA 14 3 0 A TK2

Lighting 20 A 1 12 11 1152 VA 192 VA 12 12 1 20 A Lighting

Lighting Area C Lobby 20 A 1 12 9 488 VA 2800 VA 10 1 20 A Lighting STUDIO THEATRE-2 180-2

Other 20 A 1 12 7 2798 VA 640 VA 8 12 1 20 A Lighting

Other 20 A 1 12 5 18 VA 3116 VA 6 12 1 20 A Other

Lighting DRESSING ROOM... 20 A 1 12 3 732 VA 288 VA 4 12 1 20 A Lighting CORRIDOR 176

Lighting 20 A 1 12 1 1160 VA 957 VA 2 12 1 20 A Lighting JAN-1 166-1

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 400 A

FED FROM:FED FROM:FED FROM:FED FROM: 2HDP1 MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: ELEC-1 250-1 MLO

PANEL:PANEL:PANEL:PANEL: 2H12H12H12H1 TYPE:TYPE:TYPE:TYPE: NF VOLTS:VOLTS:VOLTS:VOLTS: 480/277 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

EQUIP RATING AMPS RMS SYSM.

7861 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 20 A 4 A 4 A

TOTALTOTALTOTALTOTAL 5501... 1220... 1140...

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

23 24

21 22

19 20

17 18

15 16

13 14

11 12

9 10

Lighting 20 A 1 12 7 2104 VA 42 VA 8 12 1 20 A Emergency Lighting

-- -- -- -- 5 1080 VA 60 VA 6 12 1 20 A Emergency Lighting

-- -- -- -- 3 900 VA 320 VA 4 12 1 20 A Lighting

TE2 0 A 3 1 1440 VA 1915 VA 2 12 1 20 A Lighting CORRIDOR 175

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: EMDP MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: ELEC-1 250-1 MLO

PANEL:PANEL:PANEL:PANEL: 2HE12HE12HE12HE1 TYPE:TYPE:TYPE:TYPE: NF VOLTS:VOLTS:VOLTS:VOLTS: 480/277 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

EQUIP RATING AMPS RMS SYSM.

117724 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 142 A 142 A 142 A

TOTALTOTALTOTALTOTAL 39241... 39241... 39241...

-- -- -- -- 41 0 VA 0 VA 42 -- -- -- --

-- -- -- -- 39 0 VA 0 VA 40 -- -- -- --

SPARE 20 A 3 -- 37 0 VA 0 VA 38 -- 3 20 A SPARE

35 831 VA 36 -- -- -- --

33 831 VA 34 -- -- -- --

31 831 VA 32 12 3 20 A P-5

-- -- -- -- 29 3048 VA 831 VA 30 -- -- -- --

-- -- -- -- 27 3048 VA 831 VA 28 -- -- -- --

RLF-4 20 A 3 10 25 3048 VA 831 VA 26 12 3 20 A EF-1

-- -- -- -- 23 942 VA 3048 VA 24 -- -- -- --

-- -- -- -- 21 942 VA 3048 VA 22 -- -- -- --

P-8 20 A 3 12 19 942 VA 3048 VA 20 12 3 20 A SF-3

-- -- -- -- 17 942 VA 1330 VA 18 -- -- -- --

-- -- -- -- 15 942 VA 1330 VA 16 -- -- -- --

P-7 20 A 3 12 13 942 VA 1330 VA 14 6 3 50 A RLF-3

-- -- -- -- 11 3048 VA 3048 VA 12 -- -- -- --

-- -- -- -- 9 3048 VA 3048 VA 10 -- -- -- --

RLF-1 20 A 3 12 7 3048 VA 3048 VA 8 12 3 20 A RLF-2

-- -- -- -- 5 11085 VA 11085 VA 6 -- -- -- --

-- -- -- -- 3 11085 VA 11085 VA 4 -- -- -- --

SF-1 80 A 3 6 1 11085 VA 11085 VA 2 6 3 80 A SF-2

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 400 A

FED FROM:FED FROM:FED FROM:FED FROM: 2HDP1 MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: ELEC-1 250-1 MLO

PANEL:PANEL:PANEL:PANEL: 2HM12HM12HM12HM1 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 480/277 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

38652 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 130 A 89 A 108 A

TOTALTOTALTOTALTOTAL 15309... 10672... 12671...

SPARE 20 A 1 -- 41 0 VA 0 VA 42 -- 1 20 A SPARE

SPARE 20 A 1 -- 39 0 VA 0 VA 40 -- 1 20 A SPARE

SPARE 20 A 1 -- 37 0 VA 0 VA 38 -- 1 20 A SPARE

SPARE 20 A 1 -- 35 0 VA 0 VA 36 -- 1 20 A SPARE

UH-3 20 A 1 12 33 528 VA 0 VA 34 -- 1 20 A SPARE

AH-3 20 A 1 12 31 1920 VA 600 VA 32 12 1 20 A ATC

Power 20 A 1 12 29 1440 VA 1500 VA 30 12 1 20 A Power

Power 20 A 1 12 27 180 VA 180 VA 28 1 20 A Power COMM 138

Power CORRIDOR-1 168-1 20 A 1 12 25 1200 VA 83 VA 26 -- -- -- --

Power 20 A 1 12 23 1860 VA 83 VA 24 10 2 30 A AC-5A, 5B

Power TICKETS-1 164-1 20 A 1 12 21 3180 VA 1176 VA 22 12 1 20 A GFU-3

Power 20 A 1 12 19 3000 VA 696 VA 20 12 1 20 A EF-7

Power 20 A 1 12 17 3000 VA 528 VA 18 12 1 20 A UH-9

Power DRESSING ROOM 177A 20 A 1 12 15 1500 VA 528 VA 16 12 1 20 A UH-8

Power DRESSING ROOM 177A 20 A 1 12 13 1500 VA 680 VA 14 12 1 20 A Power MEN'S RESTROOM-1 169-1

Power 20 A 1 12 11 540 VA 1500 VA 12 12 1 20 A Power DRESSING ROOM 177A

Power GREEN ROOM-3 167-3 20 A 1 12 9 500 VA 1500 VA 10 12 1 20 A Power DRESSING ROOM 177A

Power 20 A 1 12 7 720 VA 1500 VA 8 12 1 20 A Power DRESSING ROOM 177A

Power PROD MANAGER-1 163-1 20 A 1 12 5 720 VA 1500 VA 6 12 1 20 A Power DRESSING ROOM 177A

Power Room 162-1 20 A 1 12 3 720 VA 680 VA 4 12 1 20 A Power DRESSING ROOM 177A

Power ACCOUNTS-1 159-1 20 A 1 12 1 2400 VA 1010 VA 2 12 1 20 A Power

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: 2LDP1 MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: ELEC-1 250-1 MLO

PANEL:PANEL:PANEL:PANEL: 2L12L12L12L1 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

28828 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 80 A 76 A 89 A

TOTALTOTALTOTALTOTAL 9494... 9158... 10676...

SPARE 20 A 1 -- 41 0 VA 0 VA 42 -- 1 20 A SPARE

SPARE 20 A 1 -- 39 0 VA 0 VA 40 -- 1 20 A SPARE

SPARE 20 A 1 -- 37 0 VA 0 VA 38 -- 1 20 A SPARE

Power LOBBY 236 20 A 1 35 0 VA 36

Power MECHANICAL ROOM 252 20 A 1 12 33 360 VA 300 VA 34 1 20 A Power VESTIBULE-1 173-1

UH-7 20 A 1 12 31 696 VA 300 VA 32 1 20 A Power VESTIBULE-1 173-1

UH-10 20 A 1 12 29 528 VA 600 VA 30 12 1 20 A ATC MECHANICAL ROOM 252

27 1180 VA 28 12 1 20 A Power Room 169, 170

Other 20 A 1 12 25 1280 VA 26

SRP3 20 A 1 12 23 500 VA 1200 VA 24 12 1 20 A Other

Other 20 A 1 12 21 0 VA 0 VA 22 12 1 20 A Other

UH-4 20 A 1 12 19 528 VA 500 VA 20 12 1 20 A ATC PANEL

UH-6 20 A 1 12 17 528 VA 1920 VA 18 12 1 20 A AH-2

AH-1 20 A 1 12 15 1920 VA 528 VA 16 12 1 20 A UH-5

Power 20 A 1 12 13 370 VA 1460 VA 14 12 1 20 A Power

Power 20 A 1 12 11 1500 VA 900 VA 12 12 1 20 A Power

Power 20 A 1 12 9 1500 VA 1500 VA 10 12 1 20 A Power

Power 20 A 1 12 7 1500 VA 1500 VA 8 12 1 20 A Power

Power 20 A 1 12 5 1500 VA 1500 VA 6 12 1 20 A Power

Power 20 A 1 12 3 370 VA 1500 VA 4 12 1 20 A Power

Power 20 A 1 12 1 680 VA 680 VA 2 12 1 20 A Power

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: 2LDP1 MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: ELEC-1 250-1 MLO

PANEL:PANEL:PANEL:PANEL: 2L22L22L22L2 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

33153 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 98 A 91 A 88 A

TOTALTOTALTOTALTOTAL 11706... 10906... 10540...

SPACE ONLY -- -- -- 41 0 VA 0 VA 42 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 39 0 VA 0 VA 40 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 37 0 VA 0 VA 38 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 35 0 VA 0 VA 36 -- -- -- SPACE ONLY

SPACE ONLY -- -- -- 33 0 VA 0 VA 34 -- -- -- SPACE ONLY

Power MECHANICAL ROOM-2... 20 A 1 31 180 VA 0 VA 32 -- -- -- SPACE ONLY

Lighting 20 A 1 12 29 900 VA 1500 VA 30 12 1 20 A Power DRESSING ROOM 177E

Power 20 A 1 12 27 800 VA 1500 VA 28 12 1 20 A Power DRESSING ROOM 177E

Power 20 A 1 12 25 1920 VA 1500 VA 26 12 1 20 A Power DRESSING ROOM 177A

Power 20 A 1 12 23 360 VA 1500 VA 24 12 1 20 A Power DRESSING ROOM 177A

Power 20 A 1 12 21 360 VA 2000 VA 22 -- -- -- --

Power 20 A 1 12 19 360 VA 2000 VA 20 10 2 30 A Power

Power 20 A 1 12 17 1800 VA 1600 VA 18 12 1 20 A Power

Power 20 A 1 12 15 1800 VA 1726 VA 16 -- -- -- --

Power 20 A 1 12 13 1800 VA 1726 VA 14 12 2 25 A Power

Power 20 A 1 12 11 1800 VA 360 VA 12 12 1 20 A Power

Power 20 A 1 12 9 360 VA 360 VA 10 12 1 20 A Power

Power 20 A 1 12 7 360 VA 600 VA 8 12 1 20 A Power

Power MECHANICAL ROOM-2... 20 A 1 10 5 540 VA 180 VA 6 12 1 20 A Power MECHANICAL ROOM-2 252-2

Power RECORDING BOOTH... 20 A 1 12 3 1000 VA 1000 VA 4 12 1 20 A Power RECORDING BOOTH 249C

Power 20 A 1 10 1 720 VA 540 VA 2 12 1 20 A Power

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 225 A

FED FROM:FED FROM:FED FROM:FED FROM: 2LDP1 MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: ELEC-1 250-1 MLO

PANEL:PANEL:PANEL:PANEL: 2L32L32L32L3 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

Addendum #03 06/10/2014
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Bid Documents

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

3420 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 12 A 8 A 9 A

TOTALTOTALTOTALTOTAL 1440... 900 VA 1080...

SPACE ONLY -- -- -- 41 0 VA 42

SPACE ONLY -- -- -- 39 0 VA 40

SPACE ONLY -- -- -- 37 0 VA 38

SPACE ONLY -- -- -- 35 0 VA 36

SPACE ONLY -- -- -- 33 0 VA 34

SPACE ONLY -- -- -- 31 0 VA 32

SPARE 20 A 1 -- 29 0 VA 0 VA 30 -- -- -- SPACE ONLY

SPARE 20 A 1 -- 27 0 VA 0 VA 28 -- -- -- SPACE ONLY

SPARE 20 A 1 -- 25 0 VA 0 VA 26 -- -- -- SPACE ONLY

SPARE 20 A 1 -- 23 0 VA 0 VA 24 -- -- -- SPACE ONLY

SPARE 20 A 1 -- 21 0 VA 0 VA 22 -- -- -- SPACE ONLY

SPARE 20 A 1 -- 19 0 VA 0 VA 20 -- -- -- SPACE ONLY

-- -- -- -- 17 0 VA 0 VA 18 -- 1 20 A SPARE

-- -- -- -- 15 0 VA 0 VA 16 -- 1 20 A SPARE

ELTS-2F 50 A 3 2 13 0 VA 0 VA 14 -- 1 20 A SPARE

Power COMM-1 251-1 20 A 1 12 11 360 VA 0 VA 12 -- 1 20 A SPARE

Power COMM 138 20 A 1 12 9 360 VA 0 VA 10 -- 1 20 A SPARE

Power COMM 138 20 A 1 12 7 720 VA 0 VA 8 -- 1 20 A SPARE

Power 20 A 1 12 5 720 VA 0 VA 6 -- 1 20 A SPARE

Power COMM-1 251-1 20 A 1 12 3 540 VA 0 VA 4 -- 1 20 A SPARE

Power COMM-1 251-1 20 A 1 12 1 720 VA 0 VA 2 -- 1 20 A SPARE

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 175 A

FED FROM:FED FROM:FED FROM:FED FROM: TE2 MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: ELEC-1 250-1 MCB

PANEL:PANEL:PANEL:PANEL: 2LE12LE12LE12LE1 TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

Addendum #03 06/10/2014

Addendum #06 06/25/2014

6



MESKER

GARY W.

No. 4816

G
I
N
E
E
R

ONAOF
ESSI

R

UT
AH

TE OF

S
E
D

E
I
C
N

S

L

TA

P
L

E
N

DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940

architectural design studio

and

b
la

lo
ck

P
A
R

TN
E
R

S

54321

D

C

B

A

54321

E

6

6

B
e
v e

rl
e
y 

T a
yl

o
r 

S
o
re

n
so

n
C

e
n

te
r 

fo
r  

th
e
 A

r t
s

U
ta

h
 S

h
a
ke

s p
e
a
re

 F
e
st

iv
a
l F

a
ci

lit
y

S
o
u
th

e
rn

 U
ta

h
 U

n
iv

e
r s

ity

C
e
d
a
r 
C

ity
, U

ta
h

date:

DFCM project no:

Revisions

Panelboard
Schedules

U-EX506

28 May 2014

12218730

Bid Documents

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

1260 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 0 A 7 A 5 A

TOTALTOTALTOTALTOTAL 0 VA 720 VA 540 VA

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

Power Space 019 20 A 1 10 23 540 VA 24

Power Space 019 20 A 1 10 21 720 VA 22

-- -- -- -- 19 0 VA 0 VA 20 -- -- -- --

OD-SP 20 A 2 -- 17 0 VA 0 VA 18 -- 2 20 A OD-SP

-- -- -- -- 15 0 VA 0 VA 16 -- -- -- --

OD-SP 20 A 2 -- 13 0 VA 0 VA 14 -- 2 20 A OD-SP

OD-SP 20 A 1 -- 11 0 VA 0 VA 12 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 9 0 VA 0 VA 10 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 7 0 VA 0 VA 8 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 5 0 VA 0 VA 6 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 3 0 VA 0 VA 4 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 1 0 VA 0 VA 2 -- 1 20 A OD-SP

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 100 A

FED FROM:FED FROM:FED FROM:FED FROM: MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: MLO

PANEL:PANEL:PANEL:PANEL: PB-1FPB-1FPB-1FPB-1F TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

24120 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 51 A 88 A 66 A

TOTALTOTALTOTALTOTAL 6120... 10320... 7680...

41 42

39 40

37 38

35 36

Power 20 A 1 10 33 720 VA 1920 VA 34 10 1 20 A CPS 102

Power 20 A 1 10 31 360 VA 1920 VA 32 10 1 20 A CPS 102

Power 20 A 1 10 29 1920 VA 1920 VA 30 10 1 20 A Power

Power 20 A 1 10 27 1920 VA 1920 VA 28 10 1 20 A Power

Power 20 A 1 10 25 1920 VA 1920 VA 26 10 1 20 A Power BACKSTAGE 102

Power TRAP AREA 009 20 A 1 10 23 1920 VA 1920 VA 24 10 1 20 A Power TRAP AREA 009

Power TRAP AREA 009 20 A 1 10 21 1920 VA 1920 VA 22 10 1 20 A Power TRAP AREA 009

-- -- -- -- 19 0 VA 0 VA 20 -- -- -- --

OD-SP 20 A 2 -- 17 0 VA 0 VA 18 -- 2 20 A OD-SP

-- -- -- -- 15 0 VA 0 VA 16 -- -- -- --

OD-SP 20 A 2 -- 13 0 VA 0 VA 14 -- 2 20 A OD-SP

OD-SP 20 A 1 -- 11 0 VA 0 VA 12 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 9 0 VA 0 VA 10 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 7 0 VA 0 VA 8 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 5 0 VA 0 VA 6 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 3 0 VA 0 VA 4 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 1 0 VA 0 VA 2 -- 1 20 A OD-SP

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 100 A

FED FROM:FED FROM:FED FROM:FED FROM: MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: MLO

PANEL:PANEL:PANEL:PANEL: PB-2FPB-2FPB-2FPB-2F TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

1940 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 0 A 11 A 7 A

TOTALTOTALTOTALTOTAL 0 VA 1220... 720 VA

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 0 VA 28 -- -- -- --

25 0 VA 26 -- -- -- --

Power Space 132AA 20 A 1 12 23 720 VA 0 VA 24 -- 3 20 A ER-1F

Power CORRIDOR 232 20 A 1 12 21 720 VA 500 VA 22 10 1 20 A Power SCENERY STAGING 230

-- -- -- -- 19 0 VA 0 VA 20 -- -- -- --

OD-SP 20 A 2 -- 17 0 VA 0 VA 18 -- 2 20 A OD-SP

-- -- -- -- 15 0 VA 0 VA 16 -- -- -- --

OD-SP 20 A 2 -- 13 0 VA 0 VA 14 -- 2 20 A OD-SP

OD-SP 20 A 1 -- 11 0 VA 0 VA 12 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 9 0 VA 0 VA 10 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 7 0 VA 0 VA 8 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 5 0 VA 0 VA 6 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 3 0 VA 0 VA 4 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 1 0 VA 0 VA 2 -- 1 20 A OD-SP

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 100 A

FED FROM:FED FROM:FED FROM:FED FROM: MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: SCENERY STAGING 230 MLO

PANEL:PANEL:PANEL:PANEL: PB-3FPB-3FPB-3FPB-3F TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

40320 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 96 A 130 A 114 A

TOTALTOTALTOTALTOTAL 11520... 15360... 13440...

41 1920 VA 42 12 1 20 A Power

Power 20 A 1 12 39 1920 VA 1920 VA 40 12 1 20 A Power

Power 20 A 1 12 37 1920 VA 1920 VA 38 12 1 20 A Power

Power 20 A 1 12 35 1920 VA 1920 VA 36 12 1 20 A Power

Power 20 A 1 12 33 1920 VA 1920 VA 34 12 1 20 A Power

Power 20 A 1 12 31 1920 VA 1920 VA 32 12 1 20 A Power

Power 20 A 1 12 29 1920 VA 1920 VA 30 12 1 20 A Power

Power 20 A 1 12 27 1920 VA 1920 VA 28 12 1 20 A Power

Power 20 A 1 12 25 1920 VA 1920 VA 26 12 1 20 A Power

Power 20 A 1 12 23 1920 VA 1920 VA 24 12 1 20 A Power

Power 20 A 1 12 21 1920 VA 1920 VA 22 12 1 20 A Power

-- -- -- -- 19 0 VA 0 VA 20 -- -- -- --

OD-SP 20 A 2 -- 17 0 VA 0 VA 18 -- 2 20 A OD-SP

-- -- -- -- 15 0 VA 0 VA 16 -- -- -- --

OD-SP 20 A 2 -- 13 0 VA 0 VA 14 -- 2 20 A OD-SP

OD-SP 20 A 1 -- 11 0 VA 0 VA 12 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 9 0 VA 0 VA 10 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 7 0 VA 0 VA 8 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 5 0 VA 0 VA 6 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 3 0 VA 0 VA 4 -- 1 20 A OD-SP

OD-SP 20 A 1 -- 1 0 VA 0 VA 2 -- 1 20 A OD-SP

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 100 A

FED FROM:FED FROM:FED FROM:FED FROM: MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: MLO

PANEL:PANEL:PANEL:PANEL: PB-4FPB-4FPB-4FPB-4F TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

28800 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 98 A 82 A 64 A

TOTALTOTALTOTALTOTAL 11520... 9600... 7680...

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

23 24

21 22

19 20

17 18

15 1920 VA 16 10 1 20 A Power

CPS 101 20 A 1 10 13 1920 VA 1920 VA 14 10 1 20 A Power

CPS 101 20 A 1 10 11 1920 VA 1920 VA 12 10 1 20 A Power

Power 20 A 1 10 9 1920 VA 1920 VA 10 10 1 20 A Power

Power 20 A 1 10 7 1920 VA 1920 VA 8 10 1 20 A Power

Power 20 A 1 10 5 1920 VA 1920 VA 6 10 1 20 A Power

RS 101 20 A 1 10 3 1920 VA 1920 VA 4 10 1 20 A RS 101

RS 101 20 A 1 10 1 1920 VA 1920 VA 2 10 1 20 A RS 101

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 100 A

FED FROM:FED FROM:FED FROM:FED FROM: MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: STAIR 203 MLO

PANEL:PANEL:PANEL:PANEL: PB-5FPB-5FPB-5FPB-5F TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

Addendum #03 06/10/2014



CONTROL RELAY SCHEDULE
Panel Name: SRP3

Location:
Transformer Voltage:

Control Circuit: 2L2-29

Relay # Description Panel Circuit
Low Voltage

Switch

1 DRESSING ROOM AREA C 1ST LEVEL 2H1 - 7 LVSW

2 DRESSING ROOM AREA C 1ST LEVEL 2H1 - 7

3 DRESSING ROOM AREA C 1ST LEVEL 2L2 -

4 DRESSING ROOM AREA C 1ST LEVEL 2L2 -

5 DRESSING ROOM AREA C 1ST LEVEL -

6 DRESSING ROOM AREA C 1ST LEVEL -

7 DRESSING ROOM AREA C 1ST LEVEL 2L2 -

8 DRESSING ROOM AREA C 1ST LEVEL 2L2 -

9 COMMON CORRIDOR - T.O.D.

10 DRESSING ROOM AREA C 1ST LEVEL -

11 DRESSING ROOM AREA C 1ST LEVEL 2L2 - 24

12 DRESSING ROOM AREA C 1ST LEVEL 2L2 - 25

13 DRESSING ROOM AREA C 1ST LEVEL -

14 LIGHTING CORRIDOR 175, A68 - T.O.D.
15 LIGHTING AREA C LOBBY -
16 LIGHTLOCK LIGHITNG AREA C - LVSW

17 CONTROL ROOM 249B 2H1 - 12
18 -
19 -
20 -
21 -

22 -
23 -

24 -
25 -
26 -

27 -
28 -
29 -
30 -
31 -
32 -
33 -
34 -
35 -
36 -
37 -
38 -
39 -
40 -

41 -

42 -
43 -
44 -
45 -
46 -
47 -

48 -

CONTROL RELAY SCHEDULE
Panel Name: SRP1

Location: MAIN ELECTRICAL ROOM 003
Transformer Voltage:

Control Circuit: BL4-49

Relay # Description Panel Circuit
CONTROL

1 SITE RECEPTACLE BL3 - 32 T.O.D
2 SITE RECEPTACLE BL3 - 30 T.O.D
3 SITE RECEPTACLE BL3 - 34 T.O.D
4 SITE RECEPTACLE BL3 - 33 T.O.D
5 SITE RECEPTACLE BL3 - 29 T.O.D
6 LIGHTING BH1 - 2 T.O.D

7 LIGHTING BH1 - 4 T.O.D
8 LIGHTING BH1 - 6 T.O.D
9 HALLWAY BACKSTAGE LIGHTING BH1 - 8 L.V. SW.
10 LIGHTING BH1 - 10 T.O.D

11 LIGHTING BH1 - 12 T.O.D

12 COSTUME STORAGE LIGHTING BH1 - 7 L.V. SW.
13 SITE SCULPTURES BH1 - 6 T.O.D
14 SITE LIGHTING SUMA POLES BH1 - 6 T.O.D
15 SIGHT LIGHTING LANDSCAPE BH1 - 6 T.O.D
16 SITE BOLLARDS BH1 - 6 T.O.D
17 SITE LIGHTING POLES SHAKESPEAR BH1 - 6 T.O.D
18 SITE LANDSCAPE TREE GROVE BH1 - 6 T.O.D
19 SITE LANDSCAPE TREES - T.O.D
20 SITE GREEN SHOW - T.O.D

21 SITE STAIR LIGHTING BH1 - 6 T.O.D

22 SITE LIGHTING SUMA POLES BH1 - 6 T.O.D
23 SITE BOLLARDS BH1 - 6 T.O.D

24 SITE BOLLARDS BH2 - 6 T.O.D
25 SITE RECEPTACLE BL4 - 27 T.O.D
26 WALL MOUNT SITE LIGHTING BH1 - 6
27 H&M 131 BH1 - 10 L.V. SW.
28 H&M 131 BL6 - 13 L.V. SW.
29 CLEAN CRAFT 128 BL6 - 15 L.V. SW.
30 CLEAN CRAFT 128 BH1 - 10 L.V. SW.
31 PRODUCTION 132 BH1 - 17 L.V. SW.
32 PRODUCTION 132 BH1 - 9 L.V. SW.
33 SPARE -
34 COSTUME WORK 132 S BH1 - 11 L.V. SW.
35 CRAFT WORK 132 M BH1 - 11 L.V. SW.
36 DYE ROOM 124 BL6 - 24 L.V. SW.
37 DYE ROOM 124 BL6 - 11 L.V. SW.
38 CORRIDOR 126 BH1 - 11
39 SITE LECTURE STAGE - T.O.D
40 PRODUCTION 132 BH1 - 15 L.V. SW.
41 SPARE -
42 SPARE -
43 SPARE -
44 SPARE -
45 SPARE -
46 SPARE -

47 SPARE -

48 SPARE -

CONTROL RELAY SCHEDULE
Panel Name: SRP2

Location:
Transformer Voltage:

Control Circuit: 1L2-27 C.C.T CONTROL

Relay # Description Panel Circuit
Low Voltage

Switch

1 SITE LIGHTING PARKING EAST BH1 - 6 T.O.D.
2 SITE SOUTH ENTRY BH1 - 6 T.O.D.
3 SITE ENTRY STEP LIGHTS BH1 - 6 T.O.D.
4 CONFERENCE ROOM FIRST LEVEL 1H1 - 4 L.V. SW. DIMMER
5 CONFERENCE ROOM FIRST LEVEL 1H1 - 4 L.V. SW. DIMMER
6 REHEARSAL 1H1 - 5 L.V. SW. DIMMER

7 OPEN OFFICE - L.V. SW.
8 COSTUME WORKSHOP 132Z 1H1 - 1 L.V. SW.
9 EXTERIOR BUILDING FAÇADE 1H1 - 3 T.O.D.
10 LIGHTING LEVEL TWO RECEPTION - L.V. SW.

11 LIGHTING LEVEL TWO COMMON 1H1 - 2

12 LIGHTING LEVEL TWO CONFERENCE - L.V. SW.
13 LIGHTING LEVEL TWO CONFERENCE - L.V. SW.
14 LIGHTING LEVEL ONE COMMON 1H1 - 4 L.V. SW.
15 SITE BOLLARDS BH1 - 6 T.O.D.
16 SITE STAIR LIGHTING BH1 - 6 T.O.D.
17 VESTIBULE 109 BH1 - 19
18 LEVEL 2 CORRIDOR TYPE L8 1H1 - 9
19 KITCHEN LIGHTING 1H1 - 11
20 BREAK AREA LIGHTING LEVEL 1 1H1 - 11

21 BREAK AREA LIGHTING LEVEL 1 1H1 - 11

22 -
23 BREAK AREA LIGHTING LEVEL 1 1H1 - 11

24 EMERGENCY LIGHTING 2HE1 - 7
25 EMERGENCY LIGHTING 2HE1 - 7
26 -
27 -
28 -
29 -
30 -
31 -
32 -
33 -
34 -
35 -
36 -
37 -
38 -
39 -
40 -
41 -
42 -
43 -
44 -
45 -
46 -

47 -

48 -

CONTROL RELAY SCHEDULE
Panel Name: SRP1A

Location: MAIN ELECTRICAL ROOM 003
Transformer Voltage:

Control Circuit: BL4-50

Relay # Description Panel Circuit
CONTROL

1 LIGHTING UNISEX 229 - L.V. SW.
2 LIGHTING DRESSING RM 224A - L.V. SW.
3 LIGHTING DRESSING RM 224A - L.V. SW.
4 LIGHTING DRESSING RM 224A - L.V. SW.
5 LIGHTING DRESSING RM 225 - L.V. SW.
6 LIGHTING DRESSING RM 225 - L.V. SW.

7 LIGHTING DRESSING RM 225 - L.V. SW.
8 LIGHTING DRESSING RM 225 - L.V. SW.
9 LIGHTING DRESSING RM 225 - L.V. SW.
10 LIGHTING DRESSING RM 222 - L.V. SW.

11 LIGHTING DRESSING RM 223 - L.V. SW.

12 LIGHTING DRESSING RM 224 - L.V. SW.
13 LIGHTING DRESSING RM 224 -
14 LIGHTING DRESSING RM 224 -
15 LIGHTING DRESSING RM 220 -
16 LIGHTING DRESSING RM 220 -
17 LIGHTING DRESSING RM 220 -
18 LIGHTING DRESSING RM 220 -
19 LIGHTING DRESSING RM 220 -
20 LIGHTING UNISEX 217 -

21 LIGHTING UNISEX 218 -

22 LIGHTING DRESSING RM 216 -
23 LIGHTING DRESSING RM 216 -

24 LIGHTING DRESSING RM 216 -
25 LIGHTING DRESSING RM 216 -
26 LIGHTING DRESSING RM 216 -
27 LIGHTING DRESSING RM 215 - L.V. SW.
28 LIGHTING DRESSING RM 215 - L.V. SW.
29 LIGHTING DRESSING RM 215 - L.V. SW.
30 LIGHTING DRESSING RM 215 BL6 - 4 L.V. SW.
31 LIGHTING DRESSING RM 215 BL6 - 24 L.V. SW.
32 LIGHTING UNISEX 213 - L.V. SW.
33 SPARE -
34 LIGHTING HAIR & MAKEUP 211-2 - L.V. SW.
35 LIGHTING HAIR & MAKEUP 211-2 - L.V. SW.
36 -
37 -
38 -
39 -
40 -
41 -
42 -
43 -
44 -
45 -
46 -

47 -

48 -

MESKER

GARY W.
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Bid Documents

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

0 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 0 A 0 A 0 A

TOTALTOTALTOTALTOTAL 0 VA 0 VA 0 VA

41 42

OD-209 20 A 1 -- 39 0 VA 0 VA 40 -- 1 20 A OD-210

OD-207 20 A 1 -- 37 0 VA 0 VA 38 -- 1 20 A OD-208

OD-205 20 A 1 -- 35 0 VA 0 VA 36 -- 1 20 A OD-206

OD-203 20 A 1 -- 33 0 VA 0 VA 34 -- 1 20 A OD-204

OD-201 20 A 1 -- 31 0 VA 0 VA 32 -- 1 20 A OD-202

-- -- -- -- 29 0 VA 0 VA 30 -- -- -- --

-- -- -- -- 27 0 VA 0 VA 28 -- -- -- --

OD-209 20 A 3 -- 25 0 VA 0 VA 26 -- 3 20 A OD-210

-- -- -- -- 23 0 VA 0 VA 24 -- -- -- --

-- -- -- -- 21 0 VA 0 VA 22 -- -- -- --

OD-207 20 A 3 -- 19 0 VA 0 VA 20 -- 3 20 A OD-208

-- -- -- -- 17 0 VA 0 VA 18 -- -- -- --

-- -- -- -- 15 0 VA 0 VA 16 -- -- -- --

OD-205 20 A 3 -- 13 0 VA 0 VA 14 -- 3 20 A OD-206

-- -- -- -- 11 0 VA 0 VA 12 -- -- -- --

-- -- -- -- 9 0 VA 0 VA 10 -- -- -- --

OD-203 20 A 3 -- 7 0 VA 0 VA 8 -- 3 20 A OD-204

-- -- -- -- 5 0 VA 0 VA 6 -- -- -- --

-- -- -- -- 3 0 VA 0 VA 4 -- -- -- --

OD-201 20 A 3 -- 1 0 VA 0 VA 2 -- 3 20 A OD-202

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 100 A

FED FROM:FED FROM:FED FROM:FED FROM: MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: CONTROL ROOM 249B MLO

PANEL:PANEL:PANEL:PANEL: PB-6FaPB-6FaPB-6FaPB-6Fa TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

0 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 0 A 0 A 0 A

TOTALTOTALTOTALTOTAL 0 VA 0 VA 0 VA

41 42

OD-219 20 A 1 -- 39 0 VA 0 VA 40 -- 1 20 A OD-220

OD-217 20 A 1 -- 37 0 VA 0 VA 38 -- 1 20 A OD-218

OD-215 20 A 1 -- 35 0 VA 0 VA 36 -- 1 20 A OD-216

OD-213 20 A 1 -- 33 0 VA 0 VA 34 -- 1 20 A OD-214

OD-211 20 A 1 -- 31 0 VA 0 VA 32 -- 1 20 A OD-212

-- -- -- -- 29 0 VA 0 VA 30 -- -- -- --

-- -- -- -- 27 0 VA 0 VA 28 -- -- -- --

OD-219 20 A 3 -- 25 0 VA 0 VA 26 -- 3 20 A OD-220

-- -- -- -- 23 0 VA 0 VA 24 -- -- -- --

-- -- -- -- 21 0 VA 0 VA 22 -- -- -- --

OD-217 20 A 3 -- 19 0 VA 0 VA 20 -- 3 20 A OD-218

-- -- -- -- 17 0 VA 0 VA 18 -- -- -- --

-- -- -- -- 15 0 VA 0 VA 16 -- -- -- --

OD-215 20 A 3 -- 13 0 VA 0 VA 14 -- 3 20 A OD-216

-- -- -- -- 11 0 VA 0 VA 12 -- -- -- --

-- -- -- -- 9 0 VA 0 VA 10 -- -- -- --

OD-213 20 A 3 -- 7 0 VA 0 VA 8 -- 3 20 A OD-214

-- -- -- -- 5 0 VA 0 VA 6 -- -- -- --

-- -- -- -- 3 0 VA 0 VA 4 -- -- -- --

OD-211 20 A 3 -- 1 0 VA 0 VA 2 -- 3 20 A OD-212

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 100 A

FED FROM:FED FROM:FED FROM:FED FROM: MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: CONTROL ROOM 249B MLO

PANEL:PANEL:PANEL:PANEL: PB-6FbPB-6FbPB-6FbPB-6Fb TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

21120 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 66 A 66 A 48 A

TOTALTOTALTOTALTOTAL 7680... 7680... 5760...

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 0 VA 28 -- -- -- --

25 0 VA 26 -- -- -- --

CPS 201 20 A 1 12 23 1920 VA 0 VA 24 -- 3 20 A ER-2F

CPS 201 20 A 1 12 21 1920 VA 1920 VA 22 12 1 20 A Power

Power 20 A 1 12 19 1920 VA 1920 VA 20 12 1 20 A Power

Power 20 A 1 12 17 1920 VA 1920 VA 18 12 1 20 A Power

Power 20 A 1 12 15 1920 VA 1920 VA 16 12 1 20 A Power

Power 20 A 1 12 13 1920 VA 1920 VA 14 12 1 20 A Power

-- -- -- -- 11 0 VA 0 VA 12 -- -- -- --

-- -- -- -- 9 0 VA 0 VA 10 -- -- -- --

OD-223 20 A 3 -- 7 0 VA 0 VA 8 -- 3 20 A OD-224

-- -- -- -- 5 0 VA 0 VA 6 -- -- -- --

-- -- -- -- 3 0 VA 0 VA 4 -- -- -- --

OD-221 20 A 3 -- 1 0 VA 0 VA 2 -- 3 20 A OD-222

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 100 A

FED FROM:FED FROM:FED FROM:FED FROM: MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: CONTROL ROOM 249B MLO

PANEL:PANEL:PANEL:PANEL: PB-6FcPB-6FcPB-6FcPB-6Fc TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

19380 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 32 A 83 A 52 A

TOTALTOTALTOTALTOTAL 3840... 9600... 5940...

41 42

39 40

37 38

35 36

33 34

Power 20 A 1 10 31 1920 VA 32

Power STUDIO THEATRE-2... 20 A 1 12 29 1920 VA 1920 VA 30 12 1 20 A Power STUDIO THEATRE-2 180-2

Power STUDIO THEATRE-2... 20 A 1 12 27 1920 VA 1920 VA 28 12 1 20 A Power STUDIO THEATRE-2 180-2

Power STUDIO THEATRE-2... 20 A 1 12 25 1920 VA 0 VA 26 -- 1 0 A SPARE

Power STUDIO THEATRE-2... 20 A 1 12 23 180 VA 1920 VA 24 12 1 20 A Power STUDIO THEATRE-2 180-2

Power STUDIO THEATRE-2... 20 A 1 12 21 1920 VA 3840 VA 22 12 1 20 A Power STUDIO THEATRE-2 180-2

-- -- -- -- 19 0 VA 0 VA 20 -- -- -- --

OD-SP 0 A 2 -- 17 0 VA 0 VA 18 -- 2 0 A OD-SP

-- -- -- -- 15 0 VA 0 VA 16 -- -- -- --

OD-SP 0 A 2 -- 13 0 VA 0 VA 14 -- 2 0 A OD-SP

OD-SP 0 A 1 -- 11 0 VA 0 VA 12 -- 1 0 A OD-SP

OD-SP 0 A 1 -- 9 0 VA 0 VA 10 -- 1 0 A OD-SP

OD-SP 0 A 1 -- 7 0 VA 0 VA 8 -- 1 0 A OD-SP

OD-SP 0 A 1 -- 5 0 VA 0 VA 6 -- 1 0 A OD-SP

OD-SP 0 A 1 -- 3 0 VA 0 VA 4 -- 1 0 A OD-SP

OD-SP 0 A 1 -- 1 0 VA 0 VA 2 -- 1 0 A OD-SP

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 100 A

FED FROM:FED FROM:FED FROM:FED FROM: MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: SCENIC STORAGE 178 MLO

PANEL:PANEL:PANEL:PANEL: PB-7FPB-7FPB-7FPB-7F TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

200% NEUTRAL EQUIP RATING AMPS RMS SYSM.

1800 VA

Legend: CONNECTED LOAD TOTAL

AMPS/PHASEAMPS/PHASEAMPS/PHASEAMPS/PHASE 0 A 9 A 9 A

TOTALTOTALTOTALTOTAL 0 VA 900 VA 900 VA

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

Power REHEARSAL ROOM 135 20 A 1 12 23 900 VA 24

Power 20 A 1 12 21 720 VA 180 VA 22 12 1 20 A Power REHEARSAL STORAGE 136

-- -- -- -- 19 0 VA 0 VA 20 -- -- -- --

OD-SP 0 A 2 -- 17 0 VA 0 VA 18 -- 2 0 A OD-SP

-- -- -- -- 15 0 VA 0 VA 16 -- -- -- --

OD-SP 0 A 2 -- 13 0 VA 0 VA 14 -- 2 0 A OD-SP

OD-SP 0 A 1 -- 11 0 VA 0 VA 12 -- 1 0 A OD-SP

OD-SP 0 A 1 -- 9 0 VA 0 VA 10 -- 1 0 A OD-SP

OD-SP 0 A 1 -- 7 0 VA 0 VA 8 -- 1 0 A OD-SP

OD-SP 0 A 1 -- 5 0 VA 0 VA 6 -- 1 0 A OD-SP

OD-SP 0 A 1 -- 3 0 VA 0 VA 4 -- 1 0 A OD-SP

OD-SP 0 A 1 -- 1 0 VA 0 VA 2 -- 1 0 A OD-SP

ITEMITEMITEMITEM AMPSAMPSAMPSAMPS POLEPOLEPOLEPOLE
WIREWIREWIREWIRE
SIZESIZESIZESIZE

CIR.CIR.CIR.CIR.
NO.NO.NO.NO. AAAA BBBB CCCC AAAA BBBB CCCC

CIR.CIR.CIR.CIR.
NO.NO.NO.NO.

WIREWIREWIREWIRE
SIZESIZESIZESIZE POLEPOLEPOLEPOLE AMPSAMPSAMPSAMPS ITEMITEMITEMITEM

BRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERSBRANCH BREAKERS

AMP:AMP:AMP:AMP: 100 A

FED FROM:FED FROM:FED FROM:FED FROM: MAINS:MAINS:MAINS:MAINS:

MOUNTING:MOUNTING:MOUNTING:MOUNTING: Surface LOCATION:LOCATION:LOCATION:LOCATION: REHEARSAL STORAGE 136 MLO

PANEL:PANEL:PANEL:PANEL: PB-8FPB-8FPB-8FPB-8F TYPE:TYPE:TYPE:TYPE: NQOD VOLTS:VOLTS:VOLTS:VOLTS: 120/208 Wye PHASE:PHASE:PHASE:PHASE: 3 WIRES:WIRES:WIRES:WIRES: 4

PANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULEPANELBOARD SCHEDULE

Addendum #03 06/10/2014

Addendum #04 06/17/2014

Addendum #06 06/25/2014

6
6



REMOTE DISCONNECT

NTS

DIAGRAM M001

CONDUIT FEED FROM
DISTRIBUTION PANEL 4"x1-5/8" CHANNEL

10"

STEEL CHANNEL

DISCONNECT

CODE REQUIRED CLEARANCE

WELD

5/8" EXPANSION ANCHORS

RAIN-TIGHT
CONDUIT
FITTING

'A'

WIRE SHALL NOT BE USED AS A
COMPONENT OF ANY RACEWAY
HANGER SYSTEM.
DO NOT SUPPORT ANY RACEWAY
LARGER THAN 1" FROM BOTTOM
CORD OF STEEL TRUSSES.

NOTE:

NTS

TYPICAL ROUGH IN REQUIREMENTSDIAGRAM

DEVICE MOUNTING HEIGHTS

NTS

DIAGRAM

TYPICAL RACEWAY SUPPORT METHODS

NTS

DIAGRAM

TYPICAL TRAPEZE CONDUIT RACK

NTS

DIAGRAM

TYP. RECESSED FIXTURE MOUNTINGDIAGRAM

NTS

TYPICAL SMALL TELECOMMUNICATIONS SYSTEM GROUNDING/BONDING

NTS

DIAGRAM

BUILDING ENTRANCE CONDUITS

NTS (THROUGH CORE DRILLED WALL BELOW GRADE)

DIAGRAM

TYPICAL CONDUIT INSTALLATIONDIAGRAM

NTS

CARD READER
N.T.S.

DIAGRAM

TYPICAL FIRE ALARM RISERDIAGRAM

NTS

RECESSED DOWN LIGHTDIAGRAM

NTS

S

D

D

D

S

MM

S S S

HDS
T

S

H004

R001

H003

H001

A001

F022

F003

F016

E003

D002 A013

1

1

1

1

6"

4

OUTLET BOX
TYPICAL

12"

48"

16"

12"

6

5

(TYP.)

6

TYP. FOR WOOD AND METAL STUD ROUGH-IN.

PLASTER RINGS NOT SHOWN.  COORDINATE RING
DEPTH TO BE FLUSH WITH FINAL FINISHED SURFACE

LOCATE ALL OUTLET BOXES IN ACCORDANCE WITH ARCH. AND MECH. DRAWINGS, AND WITH
ALL APPLICABLE SHOP DRAWINGS.

OUTLET BOXES ON OPPOSITE SIDES OF WALLS OR PARTITIONS IN THE SAME STUD SPACE
MUST BE SEPARATED BY A MIN. OF 6" HORIZONTAL DISTANCE.

ELECTRICAL BOXES INSTALLED IN FIRE RESISTANT WALLS OR PARTITIONS SHALL COMPLY
WITH IBC 712.3.2 (24" SEPARATION ON OPPOSITE SIDES OR WITH FIRE STOP PUTTY ON EACH
BOX.)

INSULATED THROAT EMT CONNECTOR.

CADDY FASTENER, THROUGH STUD CABLE/CONDUIT SUPPORT 'FB12P'.

CADDY BOX MOUNTING BRACKET 'RBS16'.

4

3

2

1

NOTES:

(TYP.)

5

EMT

EMT

EMT

EMT

7

7

EMT

CL

LC
ADJUSTABLE
BAR
HANGER
(TYP.)

8

8

FLOOR LINE

1
6

" 
M

IN
.

4
8

" 
M

A
X

IM
U

M

TYPICAL REFLECTED CEILING

HORN/STROBE

INSTALL SPEAKERS AND
SMOKE DETECTORS IN
CENTER OF LAY-IN TILE

WHERE DEVICES ARE SHOWN IN
SAME WALL SPACE,
ALIGN VERTICALLY AS SHOWN.
COORDINATE WITH
ARCHITECTURAL DRAWINGS &
CABINETRY

OUTLET
TV
OUTLET

90"

80"

FIRE ALARM
PULL STATION

VOLUME
CONTROL LIGHT

SWITCH

DATA
OUTLET

WALL
PHONE

TYPICAL WALL SECTION

OUTLET OUTLET

STRUCTURAL UNIT

RACEWAY - 3/4" THRU 1"
RACEWAY - 3/4" THRU 1"

STRUCTURAL UNIT

BEAM CLAMPS OR
HANGER CLAMPS AS

REQUIRED BY WEIGHT
SUPPORTED

CONDUIT HANGER

BEAM CLAMPS OR
HANGER CLAMPS AS

REQUIRED BY WEIGHT
SUPPORTED

RACEWAY - 3/4" THRU 6"

ALL THREAD - SIZE AS
REQUIRED (3/8" MINIMUM)

UNISTRUT CHANNEL - SIZE
AS REQUIRED BY WEIGHT

SUPPORTED RACEWAY 3/4" TO 6" (TYP.)

ALL THREAD ROD-SIZE AS
REQUIRED
(MIN. 3/8")

BEAM CLAMP, HANGER
CLAMP OR APPROVED

SUPPORT, AS REQUIRED BY
WEIGHT SUPPORTED

STRUCTURAL UNIT
(BEAM, JOIST, SLAB, ETC.) DO

NOT SUPPORT FROM
BOTTOM CORD OF STEEL

TRUSSES.

SIZE AS REQUIRED

RECESSED TROFFER

LAY-IN CEILING

FIXTURE CLAMP. PROVIDE ONE PER
SIDE PER FIXTURE.

#12 GA. WIRE HANGER AT EACH
CORNER OF FIXTURE (TYP.)
INDEPENDENT OF CEILING SUPPORT
SYSTEM.

ELECTRICAL
SERVICE

IBT

TMGB - TELECOMMUNICATIONS MAIN GROUNDING BUS.

IBT - INTERSYSTEM BONDING TERMINAL.

HC - HORIZONTAL CROSS-CONNECT ROOM.

MC - MAIN CROSS-CONNECT ROOM.

TGB - TELECOMMUNICATIONS GROUNDING BUS.

TBB - TELECOMMUNICATIONS BONDING BACKBONE.

BC - BONDING CONDUCTOR.

TR - TELECOMMUNICATIONS ROOM.

EF - ENTRANCE FACILITY.

NOTES:

≤ 25'-#4 CU
≤ 50'-#1 CU
≤ 75'-#2/0 CU
> 75'-#3/0 CU

TMGB

TR/EF

CONDUITS

BC & TBB CONDUCTOR SIZE

ELECTRICAL
SERVICE
ENTRANCE
GROUNDING
SYSTEM

RACK CABLE TRAY

TGB

HC

CONDUITS

RACK

TR

MC

TBB

PROVIDE INSULATED
GROUNDING BUSHINGS.

NOTES:

BC

BC BC

BC

ENTRANCE
RACEWAY

CABLE TRAY

PROVIDE PULL CORD IN ALL EMPTY

RACEWAYS.

BOND ALL RACEWAYS (SIZED PER NEC

REQUIREMENTS) TO ELECTRICAL

SERVICE GROUND

NOTES

1.

2.

TYPE CSMI

CONDUIT

SEALING BUSHING

TYPE CSMC

'A' - TYPE CSMI AND CSMC
CORED HOLE APPLICATION

INSIDE OF
STRUCTURE OUTSIDE OF

STRUCTURE

SEALING BUSHING

MEMBRANE CLAMP

CONDUIT (MIN.)

TYPE BLG
GROUNDING
BUSHING
UNDER
ELECTRICAL
EQUIPMENT

GRC ELBOWS

GRC CONDUIT
THRU SLAB

SEALED ENTRANCE

10' GRC

DUCTBANK

ELECTRICAL CONDUIT

RIGID CONDUIT ELBOW
TO BE WRAPPED GRC.
MINIMUM RADIUS PER NEC

ALL CONDUIT SMALLER
THAN 1-1/2" TO BE

INSTALLED AT 4" BELOW
GRAVEL BED. ALL CONDUIT 1 1/2" AND LARGER

TO BE INSTALLED 8" BELOW THE
BOTTOM OF GRAVEL AND BELOW
BRANCH CIRCUIT CONDUITS.

RIGID CONDUIT TO BE
STRAIGHT WHERE CONDUIT
EXITS CONCRETE. RADIUS
NOT ALLOWED TO SHOW
ABOVE CONCRETE

PVC CONDUIT

4" MIN. GRAVEL

4" MIN. SAND

2" MIN. SAND

8" MIN. FROM BOTTOM
OF CONCRETE TO TOP
OF CONDUITS

CONCRETE SLAB

DOOR STRIKE
TRANSFORMER

CEILING

TERMINAL UNITCENTRAL CONTROLLER
TO NEXT TERMINAL

INDICATOR LAMPS

READER

READER (FAR
SIDE)

DOOR OPEN
DETECTOR

FACP
REMOTE

OPERATING
PANEL

SEE DIVISION 23
DRAWINGS FOR ALL
SMOKE/FIRE DAMPER
LOCATIONS

N
H

3/4"C. WIRING PER
MANUFACTURER

TO PHONE BOARD
(2) 3/4"C.

FIRE ALARM
CONTROL PANEL

F.A.C.P.

TYPICAL HORN/STROBE CKT.
(MAX. 2400 MA PER CKT.)

TYPICAL STROBE CKT.
(MAX. 2400 MA PER
CKT.)

NOTE:

TO ELEV.
CONTROL
PANEL

GR

DEDICATED
120V 20 AMP
CIRCUIT

AUX. BATTERY
CABINET IF

REQ'D

3/4"

-

+
+

-

+
+

-
-

+
+

-
-

WIRE PER SYSTEM
MANUFACTURER

3/4"C. RETURN

3/4"C. OUTGOING

TYPICAL SIGNALING LINE CIRCUIT (CLASS A, STYLE 7)

TYPICAL NOTIFICATION APPLIANCE CIRCUIT (CLASS A, STYLE Z)

AUX. RELAY
N/C

+
+

-
-

TYPICAL NOTIFICATION APPLIANCE CIRCUIT (CLASS A, STYLE Z)

TO FAN
CONTROL
CIRCUIT
(TYP.)

120V 120V

C + -
AUX. RELAY

N/C C + -
AUX. RELAY

N/C +C -

FLOW SWITCH

TAMPER SWITCH
PIV VALVE

(TYP.)

FIRE/SMOKE DAMPERS
NUMBER AS REQ'D (TYP.)

DOOR HOLDERS
NUMBER AS REQ'D

(TYP.)

MAX. 8
AMPS PER
CKT.

MAX. 8
AMPS PER
CKT.

INSTALLATION SHALL
COMPLY WITH NEC 410-66

FIXTURE MOUNTING
BRACKET

1/2" HARDWARE WIRE
OR SHEET METAL RING3" SPACE

CEILING JOIST

SHEET ROCK
THERMAL
INSULATION

NOTE:
THIS REQUIREMENT IS FOR ALL

DOWN LIGHT FIXTURES THAT ARE

NOT 'IC' RATED

POWER TRANSFER

F018

EXX

F019

EXX

F018

EXX

F020

EXX

1

1

3

11
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M

BLDG
STEEL

WATER
MAIN

TYPE CSMI AND CSMC

CONNECTOR BODY
(RECEPTACLE)

ALL THREAD ROD
SIZE AS REQUIRED
3/8" MINIMUM

BEAM CLAMP, HANGER CLAMP OR
APPROVED SUPPORT. AS
REQUIRED BY WEIGHT SUPPORTED.

STRUCTURAL UNIT (BEAM,
JOIST, SLAB, ETC.)

UNISTRUT CHANNEL SIZE AS
REQUIRED BY WEIGHT SUPPORT
PROVIDE LATERAL/LONGITUDINAL
SUPPORT

CORD REEL

NOTE: ALL POWER CORD REELS TO BE FED

FROM GFCI BREAKER IN PANEL.

ABOVE GRADE
FLUSH TO 6"

POLE HEIGHT

B005

C002

L010

H012
K003

D001

H002

H010

E006

L008

F023
R017 B009

BOLLARD FIXTURE MOUNTINGDIAGRAM

NTS

LIGHTING POLE FOUNDATION

NTS

POLE FOUNDATION DEPTH

DIAGRAM

UNDERGROUND ENCLOSURE AND RECEPTACLE

NTS

DIAGRAM

FIRE STOPDIAGRAM

NTS
CORD REEL

NTS

DIAGRAM

FIRE SPRINKLER RISER CONNECTIONDIAGRAM

NTS

CONDUIT PENETRATION

THRU WALL BELOW GRADE

DIAGRAM

CONDUIT CROSSING SEISMIC JOINT

NTS

DIAGRAM

DIAGRAM
SECURITY SYSTEM
DOUBLE DOOR SWITCH

MULTIPLE SERVICE FLOOR BOXDIAGRAM

NTS

ELECTRICAL SERVICE GROUNDING/BONDING

NTS

DIAGRAMPOWER PEDESTALDIAGRAM

NTS

LIGHTINGDIAGRAM

NTS

1

1

1

2

2

2

30'-0"
UFER

1-1/2"

30"

6"

PLAZA PAVERS

SEE PLAN FOR CONDUIT
AND WIRE SIZE

S
E

E
 C

H
A

R
T

F
O

U
N

D
A

T
IO

N
 D

E
P

T
H

2'-0" DIA.

GRADE

8"

2'-0"

GRC ELBOW
(WRAPPED) SQUARE CONCRETE BASE

POLE

6
"

1
'-

0
"

LC

CONNECT GROUND
TO POLE BASE WITH
GROUND LUG

BUSH ALL CONDUITS

HAND HOLE

NON-SHRINK GROUT
MUST BE PACKED
UNDER POLE BASE

#6 CU. BARE GROUND
WIRE, COIL 10' IN
BOTTOM OF BASE

(4) ANCHOR BOLTS
(GALVANIZED) FURNISHED WITH
POLE. SIZE PER POLE
MANUFACTURER.

(4) #7 REBAR WITH #4 RINGS 3"
FROM SOIL. WITH (3) RINGS IN
TOP 12". WITH (1) RING EVERY
12" O.C. THRU COMPLETE POLE
BASE.

PROVIDE BUSSMAN HEB FUSEHOLDER (OR
LITTELFUSE LEB-XX-S) WITH "BREAKAWAY"
RECEPTACLES IN ALL CONDUCTORS
RUNNING TO THE TOP OF EACH POLE.
LOCATE FUSEHOLDER AT HAND HOLE OR
IN BASE JUNCTION BOX AS APPLICABLE.

11-1/2"

18-1/2"

18"

1/2"

20-1/2"

3/4"
3/8"-16 UNC
STAINLESS
STEEL HEX HEAD
BOLT WITH
WASHER

QUAZITE PC1118HG00 COVER
GASKETTED HEAVY DUTY W/4
BOLTS
ENGRAVE PER UTILITY AS
APPLICABLE 'ELECTRICAL'

13-1/2"

GASKET

QUAZITE PC1118BG18
OPEN BOTTOM WITH
GASKET

TOP FLUSH WITH
ADJACENT SURFACE TO
SLOPE 1/2" PER FOOT
AWAY FOR 2 FEET

GASKET

FLEXIBLE CONDUIT

2"

2'-6"

GRAVEL SUMP

RIGID (WRAPPED) ELBOW
AND VERTICAL RUN

CONDUIT ENTRY, CAP
FOR FUTURE USE

BUSHING

HINGED OPENING WITHIN LID

GFCI RECEPTACLE IN
WEATHERPROOF
IN-USE HOUSING

8"

COVER CAULK SURFACE
WITH MASKING TAPE OR

BACKER ROD UNTIL

CURED (24-72 HOURS)

(TO PREVENT SAGGING
OF CAULK IF IT

OCCURS)(SEE NOTE 5)

SECTION VIEW

SECTION VIEW

METAL PIPE OR
CONDUIT

1" (25mm) DEPTH
CAULK CP-25 OR
PUTTY 303 WITHIN
WALL

SUPPORTING MATERIAL

2 OR 3 HOUR FIRE
RATED CONCRETE BLOCK
WALL

FILL GAP COMPLETELY
AROUND PIPE WITH CAULK
CP-25 OR PUTTY 303
FLUSH TO SURFACE OF

SLAB (SEE NOTE 3)

SUPPORTING MATERIAL AS
FIBERGLASS INSULATION
BACKER ROD OR SAFING.
NEED ONLY ENOUGH TO
SUPPORT WEIGHT OF
CP-25 OR PUTTY 303

2 OR 3 HOUR FIRE
RATED CONCRETE FLOOR

SLAB

METAL PIPE OR CONDUIT

NOTES:
FOR CONCRETE BLOCK WALLS, CENTER CAULK CP-25 OR
PUTTY 303 WITHIN WALL WITH DAMMING ON BOTH SIDES.

RECOMMENDATIONS BASED ON PRODUCT PERFORMANCE

PER ASTM E-814 (UL 1479) FIRE TEST AND UL
CLASSIFICATION FIRE STOP SYSTEMS 49, 33 AND 91.

WET INSTALLED DEPTH OF CAULK CP-25 OR PUTTY 303
DEPENDS ON TYPE AND SIZE OF PIPE:
WET DEPTH PIPE SIZE FIRE RATING

-1/2" (13mm)     MAX. 8" (203mm)        2 HRS.

-  2" (25mm)     MAX. 6" (152mm)        3 HRS.

UP TO 40% SHRINKAGE OF CP-25 OR PUTTY 303 IS
ACCEPTABLE AFTER WET DEPTH INSTALLATION.

OPTIONS TO MASKING TAPE TO PREVENT SAGGING:

A. INSTALL ADDITIONAL DAMMING MATERIAL OVER
PRODUCT TO HOLD WITHIN OPENING.

B. REMOVE PRODUCT FROM CONTAINER AND ALLOW

TO AIR CURE IN SMALL BATCHES FOR 12 HRS.
THEN HAND FORM INTO OPENING.

WHEN ANNULAR SPACE EXCEEDS 3/4" (19mm). A 28
AWG METAL COVER PLATE MUST BE MECHANICALLY
SECURED ATOP THE 3M FIRE BARRIER APPLICATION, OR
TIGHTLY PACK A NON-COMBUSTIBLE DAMMING MATERIAL
ATOP INSTALLED CAULK OR PUTTY.

1.

2.

3.

4.

5.

6.

CORE CUT
 OPENING

2.5

3.0

4.0

3.5

3M FIRE BARRIER
CAST-IN DEVICE

FORM

METAL PIPE
OR CONDUIT

CEILING

CONDUIT AND WIRING TO
ALARM BELL. SEE FIRE

PROTECTION DRAWINGS FOR
EXACT REQUIREMENTS.

CONDUIT AND WIRE
TO OTHER ALARM
DEVICESFLOW

SWITCH

WALL MOUNTED
JUNCTION BOX WITH
MONITOR MODULES

LIQUID TIGHT
FLEXIBLE CONDUIT 4'
MAX.

RISER

CONDUIT

MAIN

OS & Y VALVE

TAMPER SWITCH

FLOW & TAMPER SWITCHES ARE
PROVIDED AND INSTALLED BY
SPRINKLER CONTRACTOR. WIRED
BY ELECTRICAL CONTRACTOR.

NOTE:

OS & Y VALVE

TAMPER SWITCH

SEALING BUSHING

TYPE CSMI

CONDUIT

INSIDE OF STRUCTURE

MEMBRANE CLAMP

SEALING BUSHING

OUTSIDE OF STRUCTURE

TYPE CSMC

CORED HOLE APPLICATION

12" MIN.

FLOOR OR ROOF
STRUCTURE

SEISMIC

JOINT

STRUCTURE MEMBER

(BEAM, JOIST, ETC.)
CONDUIT
CLAMP

CONDUIT

JUNCTION BOX

SIZE PER NEC.

FOR 3/4" TO 1-1/2"C.: 3'-0"

GREATER THAN 1-1/2"C.: 6'-0" LENGTH

CONDUIT TO FLEX

ADAPTER

FLEX CONDUIT

ANCHOR

THREADED ROD

FLUSH MOUNTED HANDY
BOX IN TOP OF METAL
FRAME.

ROUTE CONDUIT
TO CEILING
ABOVE

CORRIDOR
CEILING

FLUSH MOUNTED J-BOX
W/ COVER PLATE

FLEXABLE 3/4" CONDUIT

TYPICAL INSTALLATION
OF JUNCTION BOX WITH
A HARD INACESSIBLE
CEILING. LOCATE THE
JUNCTION BOX ABOVE
ACCESIBLE CEILING, IF
APPLICABLE.

COVER LID COVER FLANGE

FLOOR BOX AS SPECIFIED

THICKENED SLAB

CONCRETE FLOOR WITH
VCT TILE

FLOOR BOX

COVER FLANGE
COVER LID

1/8" SPACER

CTE

MS

NEUTRAL

MBJ

EGB

TMGB IBT

≤ 25'-#4 CU
≤ 50'-#1 CU
≤ 75'-#2/0 CU
> 75'-#3/0 CU

BC CONDUCTOR SIZE

SIZE PER NEC 250.66.

NOTES:

BC

TMGB - TELECOMMUNICATIONS MAIN GROUNDING BUS.

IBT - INTERSYSTEM BONDING TERMINAL.

BC - BONDING CONDUCTOR.

MBJ - MAIN BONDING JUMPER

EGB - EQUIPMENT GROUNDING BUS

NOTES:

BC

2/0

#6CU

PROVIDE GROUNDING/BONDING
SYSTEM CONNECTIONS TO MAIN
ELECTRICAL SERVICE AT THE
LOCATION OF THE THE MAIN
SERVICE DISCONNECT.

5" SQ.

8.5" DIA.

6.3"5.27"

5.44"

COVER

COMPARTMENT
DIVIDER

12" DIA. x 24"

CONCRETE BASE

3/4" CHAMFER

FINISH GRADE

SEE SITE PLAN FOR CONDUIT

AND WIRE SIZE

BOND GND. TO
BASE W/GR. LUG

#8 BARE CU. GND.

WIRE COIL 10' IN

BOTTOM OF BASE

ANCHOR BOLTS FURNISHED WITH FIXTURE

SIZE PER FIXTURE MANUFACTURE

4.81"

6.03"

ACCESSORY MOUNTING PLATE

4.79"

OPENINGS FOR
G.F.I. OUTLETS

POLISHED STAINLESS STEEL
PEDOC 5 x 5 HINGE TOP OUTLET
BOX WITH INTEGRAL BASE OF
SIMILAR.

SEE PLAN FOR CONDUIT

AND WIRE SIZE

24"

6"

GRC WRAPPED

PVC FEMALE ADAPTER

12"X12"X18" DEEP

CONCRETE BASE

GRC CONDUIT SIZE PER
FIXTURE TYPE

COVER WITH CAST HUB

CAST JUNCTION BOX

GASKET

3/4" CHAMFER

18"

6"

* ALL FOUNDATIONS ARE 24" IN
DIAMETER UNLESS NOTED
OTHERWISE.

15'

40'

35'

30'

25'

20'

10'

3'-6"

6'

5'-6"

5'

4'-6"

4'

3'
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C

C

B

B

A

A

FEEDER WEIGHTS (COPPER CONDUCTORS) CONDUCTOR WEIGHTS CONDUIT TABLE

PARTS LIST

R007

U005

H008

L009N005N002

U010

OCCUPANCY SENSOR WIRING DIAGRAM

NTS

DIAGRAM

DUCT BANKDIAGRAM

NTS

GENERAL NOTES

SEISMIC BRACING FOR CONDUIT RACK/CABLES

(EXPOSED STRUCTURE OR ABOVE CEILING ONLY)

DIAGRAM

SECTION C-C

SECTION B-BSECTION A-A

RECESSED IN-USE RECEPTACLE & COVERDIAGRAM

NTS

GENERATOR WITH VIBRATION ISOLATORDIAGRAM

NTS

GENERATOR RESTRAINTDIAGRAM

NTS

ELECTRICAL DUCTBANKDIAGRAM

NTS

TO ADDITIONAL
SENSORS (MAX 2
PER SWITCHPACK)

NEUTRAL

TO ADDITIONAL
SENSORS (MAX
2 PER
SWITCHPACK)

BLACK (120V)

LINE

HOT

TO ADDITIONAL
SENSORS
(OPTIONAL)

ORANGE
(277 VAC)

BLACK
(120 VAC)

ORANGE
(277V) TO ADDITIONAL

SENSORS
(OPTIONAL)

WHITE

BLACK (120V)

BLUE
BLUE

CONNECT
LIKE
COLORS

LOAD 2 -
LIGHTING

BLUE

BLUE

MANUAL 'OFF' SWITCH

ORANGE
(277V)

WHITE

LOAD 2 -
HVAC

MANUAL 'OFF'
SWITCH
(OPTIONAL)

LINE
H

N

R
E

D

B
L

U
E

B
L

A
C

K

SENSOR

BLUE

R
E

D

B
L

U
E

B
L

A
C

K

WHITE

SWITCHPACK

BLUE

LOAD

6"C. 6"C.

CARLON SNAPLOC
SPACERS 8'-0" O.C.

(TYPCICAL)

#5 REBAR 32" O.C.
EACH SIDE

#4 REBAR EACH
CORNER (TYPICAL

ALL DUCTBANKS)

SLOPE

GAVANIZED RIGID
CONDUIT (TYPICAL)

SLOPE

7"

23"

9" 7"

7"

7"

WIRE WT.
CONDUIT/

HEX HEAD CAP SCREW WITH SPRING NUT

POUNDS/FOOT

SLOTTED METAL FRAMING CHANNEL

CABLE BRACE SWIVEL ANCHOR

METAL FRAMING CHANNEL

CRADLE

FLAT PLATE FITTING WITH HEX NUT

HEX HEAD CAP SCREW WITH NUT

FLAT WASHER WITH HEX NUT

OF ELASTICITY = 29x10  LBS/IN)
THREADED ROD (MIN. MODULUS OF

No.
ITEM DESCRIPTION

6

15

30

45

60

MAX

NOTES:

(2) WEIGHTS USED ARE EQUAL TO .5 TIMES RIGID STEEL CPLGS

(1) WEIGHTS USED ARE FOR RIGID STEEL CPLGS

HHCS/P2008

HHCS/P1010

1-5/8"x1-5/8" P1000T

SIZE

SEE TABLE

1-5/8"x1-5/8"

DIAMETER
SEE SCHEDULE FOR

-

1/2"-13"

3/8" OR 1/2" AS REQ'D

3/8"x1"

3/8" -

P1063 OR P1064

P2485

MASON IND. SCB-X

P1000

-

UNISTRUT
CATALOG No.

NOTES:

LATERAL

FEET

SPACING
SUPPORT

10

10

20

10

10

10

10

10

VERTICAL

FEET

SPACING
SUPPORT

20

20

20

20

SPACING
SUPPORT

LONGITUDINAL

FEET

18.375

.375

.375

.500

12

10

16

ROD

INCHES

DIAMETER

INCHES

LENGTH
BUCKLING
CONTROL

PROVIDE LONGITUDINAL AND LATERAL SUPPORT SPACING IN ACCORDANCE WITH THE
FOLLOWING:

PROVIDE METAL FRAMING CHANNEL ON ALL VERTICAL SUPPORTS WHEN ROD LENGTH

EXCEEDS SPECIFIED VALUES. STIFFENER CLIP SPACING SHALL BE AS INDICATED.

PROVIDE LATERAL SUPPORTS AT SPACING INDICATED ON BOTH SIDES OF CONDUIT RACK.

1.

2.

3.

(2)
& CABLE

SWIVEL ANCHOR
CABLE BRACE

SCB2

SCB3

SCB3

SCB2

L
A

T
E

R
A

L
 S

U
P

P
O

R
T

L
O

N
G
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U

D
IN
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L
 S

U
P
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O

R
T

LATERAL SUPPO
RT

(2
) 

R
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N

L
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(4
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E
Q
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N

1. COORDINATE ROUTING OF CONDUIT RACKS AND SUPPORT SYSTEMS
WITH DIVISION 23.

LONGIT
UDIN

AL S
UPPORT

LONGIT
UDIN

AL S
UPPORT

20

30

40

28

38

48

26

36

46

24

34

44

32

42

31

41

31X

41X

32X

42X

33X

43X

34X

44X

325

425

335

435

340

440

350

450

30

30

30

40

40

40

55

55

55

70

70

70

95

95

110

110

150

150

175

175

200

200

230

230

255

255

310

310

335

335

380

380

12.61

13.00

13.39

13.42

14.08

14.74

14.38

15.36

21.29

16.09

22.59

29.82

31.47

33.82

34.07

42.46

39.54

43.24

42.24

55.43

54.13

59.83

58.90

87.75

62.95

93.15

94.65

122.70

115.85

129.10

140.20

156.60

9.21

9.60

9.99

10.02

10.68

11.34

10.98

11.96

16.49

12.69

17.79

22.62

24.27

26.62

26.87

33.26

30.34

34.04

33.04

43.93

42.63

48.33

47.40

71.05

51.45

76.45

77.95

99.80

92.95

106.20

111.10

127.50

5.74

6.13

6.52

6.55

7.21

7.87

7.51

8.49

11.60

9.22

12.90

17.59

19.24

21.59

21.84

26.43

23.51

27.21

26.21

34.01

32.71

38.41

37.48

53.85

41.53

59.25

60.75

77.00

70.15

83.40

93.10

109.50

14

12

10

8

6

4

3

2

1

1/0

2/0

3/0

4/0

250

300

350

400

500

600

750

1000

1/2

3/4

1

1-1/4

1-1/2

2

2-1/2

3

3-1/2

4

5

6

0.016

0.025

0.039

0.066

0.098

0.155

0.190

0.235

0.300

0.370

0.460

0.570

0.710

0.845

1.020

1.165

1.325

1.640

2.005

2.480

3.300

0.064

0.100

0.156

0.264

0.392

0.620

0.760

0.940

1.200

1.480

1.840

2.280

2.840

3.380

4.080

4.660

5.300

6.560

8.020

9.920

13.200

0.820

1.120

1.600

2.160

2.680

3.500

5.600

7.120

8.520

10.300

13.910

18.500

0.14

0.24

0.39

0.47

0.66

1.05

1.80

3.00

3.90

4.00

7.60

10.75

8.34

11.44

16.39

22.07

27.46

36.05

57.80

74.20

89.10

107.00

146.70

195.75

0.570

0.780

1.120

1.44

1.760

2.350

3.930

7.830

5.610

6.250

0.14

0.24

0.39

0.47

0.66

1.05

1.80

3.00

3.90

4.00

5.84

8.04

11.59

14.87

18.26

24.55

41.10

51.30

60.00

66.50

0.295

0.445

0.650

0.960

1.110

1.410

2.300

2.700

-

4.000

0.07

0.12

0.20

0.24

0.33

0.53

0.90

1.50

-

2.00

3.02

4.57

6.70

9.84

11.43

14.63

23.90

28.50

-

42.00

(IN) #/FT #/10FT #/FT #/CPL #/10FT #/FT #/CPL #/10FT

SIZE TOTAL (1) TOTAL (2)
SIZE CONDRS

WIRE #/FT FOUR

#/CPLG

INTERMEDIATE CONDUIT EMT CONDUITRIGID CONDUIT
TYPE RATING (PER 10') (PER 10') (PER 10')

AMPERE W/RIGID W/IMC W/EMT

COVER

20A GFCI WEATHER
RESISTANT RECEPTACLE

JUNCTION BOX

RECESSED SLEEVE

SIDING FLANGE

GASKET
GENERATOR VIBRATION

ISOLATION ASSEMBLY
(TYP. FOUR LOCATIONS)

CONCRETE BASE AS PER
MANUFACTURER'S
SPECIFICATIONS

#6 REBAR EACHWAY. 12"
MAX. SPACING

3"

6"

1/2" ANCHOR BOLT 3-1/2"
EMBEDMENT (TYP. FOUR

LOCATIONS)

SEE DIAGRAM N001

MINIMUM CLEARANCE REQUIRED FOR
NORMAL OPERATION

RESILIENT PAD

STEEL PLATE

STEEL ANGLES

PLAN

ELEVATION

VIBRATION ISOLATION ASSEMBLY

FRAMED
EQUIPMENT

BASE

ANCHOR BOLT (TYP.)

INSTALL TWO RESTRAINING DEVICES AT EACH
CORNER OF THE EQUIPMENT BASE.

NOTE:

4"

FLOOR

ANCHOR BOLT
(5/8" x 4")

ASPHALT

8" UNTREATED
BASECOURSE

UNDISTURBED SUBGRADE

2" MINIMUM CONCRETE
COVER ON ALL CONDUITS

COMPACTED BACKFILL
(SEE SPECIFICATIONS)

24" MIN.

PVC CONDUIT-SEE DWG'S
FOR SIZE AND QUANITY

#4 REBAR TYP. AT EACH
CORNER

NOTES:

LOCATE AND PROTECT ALL CROSSINGS OF EXISTING UTILITIES AND OTHER UNDERGROUND

WORK.

PROVIDE 6 INCHES TOP SOIL IN PLANTED AREAS INSTEAD OF BASECOARSE AND ASPHALT.

SEE SPECIFICATIONS FOR SUBSIDENCE WARRANTY.

SEE SPECIFICATIONS FOR STORAGE AND REMOVAL OF EXCAVATED MATERIAL.

1.

2.

3.

4.

4

2

3

6

7

9

81

4

9

1
6

9

1

5

3

9

3

2

3
5

9

8

7

6

5

4

3

2

1
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DPS

?

II*

OK

Softswitch ®

?

II*

OK

Softswitch ®

?

II*

OK

Softswitch®

?

II*

OK

Softswitch ®

?

II*

OK

Softswitch ®

TRANSFORMER PAD

TRANSFORMER VAULT

Q008

Q009

Q006

N001

D011

E012

J011

SH1 METER ENCLOSUREDIAGRAM

NTS

DRY TYPE TRANSFORMER MOUNTINGDIAGRAM

NTS

TRANSFORMER VAULTDIAGRAM

NTS

GENERATOR VIBRATION ISOLATION ASSEMBLY

NTS

DIAGRAM

DIAGRAM

NTS

ELEVATOR CONNECTION<50' TRAVEL

INTRUSION DETECTIONDIAGRAM
OVERHEAD DOOR

NTS

FLAG POLE LIGHTING PROTECTIONDIAGRAM

NTS

LIGHTING CONTROL RELAY PANELS

NTS

DIAGRAM

D

METER SOCKET

METER ENCLOSURE

PANELBOARD

IRRIGATION CONTROLLER
(BY OTHERS)

METER ENCLOSURE

IRRIGATION CONTROL
WIRING

STUB 4" CONDUIT FROM
ENCLOSURE FOR

IRRIGATION CONTROL
WIRING

3" CONDUIT FOR SERVICE
CONDUCTORS

FINISH GRADE

9" CONCRETE PAD.
EXTEND PAD 6" BEYOND
ENCLOSURE ON ALL SIDES

SIDE FRONT

4"

FLOOR LINE

VIEW A

4" CONCRETE BASE BY
ELECTRICAL CONTRACTOR

DRY TYPE VENTILATED
TRANSFORMER

'A'

EPOXY REBAR INTO
EXISTING FLOOR (4
PLACES)

ANCHOR BOLTS AND REBAR
SIZES AND TYPES TO COMPLY
WITH REQUIREMENTS OF
CURRENT IBC.

NOTE:

4"

ROUGH EXISTING
FLOOR UNDER PAD

MASON INDUSTRIES TYPE BR
VIBRATION CONTROL. SIZE
PER SPEC. SECTION 16181

BRACKET

TYPICAL OF ALL
FOUR CORNERS

BRIDGE-BEARING QUALITY NEOPRENE

(2) 3/8" DIA. INSERTS W/ HOLD
DOWN CLEATS REQ'D

(1) 3.51" DIA, TERM-A-DUCT
REQ'D

(4) 1/2" DIA. GROUNDING
INSERTS

(2 EA. OUTSIDE WALL)
(2 EA. INSIDE WALL)

(4) GALVANIZED PULL IRON (1
EA. CORNER)

(14) 4.5" DIA. TERM-A-DUCTS
(7 EA. NEAR WALL)

(7 EA. FAR WALL)

7'-0"
9'-4

"

7'-0"

6'-0
"

4'-0
"

6"

4'-6
"

NO. 25P GALVANIZED
DIAMOND PLATE DOORS W/

LOCKING BOLTS

OPEN (TYP)

FULL 180°

(2) 5'-8" LONG GALVANIZED "C"
CHANNEL 2 EA. REQ'D
(1 NEAR WALL)
(1 FAR WALL)

(2) 2.38" DIA. TERM-A-DUCTS
(1 EA. NEAR WALL)
(1 EA. FAR WALL)

(8) 5.57" DIA. TERM-A-DUCTS
(4 EA. NEAR WALL)
(4 EA. FAR WALL)

12" DIA. SUMP

(4) 2'-0" LONG GALVANIZED
"C" CHANNEL (1 EA. WALL)

1-1/4" X 2-1/2" STAINLESS STEEL
HOLD-DOWN CLEAT

3/8" STAINLESS STEEL
BELLVILLE WASHER3/8" X 1-1/4" STAINLESS

STEEL BOLT

18" X 60" BLOCKOUT

LEVELING & ATTACHING
BOLT

RUBBER PAD CUSHION
BETWEEN HORIZONTAL
RESTAINING ELEMENTS

EQUIPMENT ATTACHED
TUBE FOR HORIZONTAL

MOTION RESTRAINT

BOLT FOR VERTICAL
MOTION RESTRAINT

RUBBER GROMMET
CUSHION BETWEEN
VERTICAL RESTRAINING
ELEMENTS

OPER. HEIGHT
5-1/2" APPROX.

S

L

'D' DIA.
(4 PLACES)

M

W

THIS RUGGED SPRING ISOLATOR PROVIDES EXCELLENT VIBRATION PROTECTION FOR MEDIUM & HIGH SPEED
MACHINES INSTALLED ON GRADE. EARTHQUAKE PROTECTION IS ALSO PROVIDED BY MEANS OF CUSHIONED,
RUGGED, MOTION RESTRAINING ELEMENTS MANUFACTURED WITH IDEAL CLEARANCES FOR MAXIMUM
VIBRATION ISOLATION EFFICIENCY AND EARTHQUAKE PROTECTION.

TYPICAL CALLOUTS

RJSD 1022K 7855 (MIN. BASE SIZE FOR
USE WITH 1/2" ANCHORS)

RJSD 3040K 7857 (MIN. BASE SIZE FOR USE
WITH 3/4" ANCHORS)

BASE PLATE
DESIGNATION

DIMENSIONS (INCHES)

L

10

10

12

7855

7856

7857 10

8-1/2

S

8-1/2

7-1/2

10-1/2

W M

7/8

D

9

6

7-1/2

9

3/4

5/8

VIBRATION ISOLATION CHARACTERISTICS

RJSD

Type
Max. Load Max. Defl. Spring Rate

(lbs) (in) (lbs/in)

158K

110K

42K

1.13

1.13

1.13

140

98

36

RJSD

RJSD

188RJSD 212K 1.13

432

152

104

236

RJSD

RJSD

RJSD

RJSD

488K

402K

304K

240K

1.13

1.70

2.30

2.00

682

562

370

440

RJSD

RJSD

RJSD

RJSD

1022K

790K

636K

592K

1.50

1.80

1.80

1.13

5030

2120

1100

3900

RJSD

RJSD

RJSD

RJSD

3920K

3040K

2120K

1430K

 .78

 .78

1.13

1.00

TELEPHONE DROP

ELEVATOR PIT

ELEVATOR CAR

ELEVATOR SHAFT

SUMP PUMP

GFCI RECEPTACLE AT

PIT ACCESS LOCATION

VAPOR TIGHT
LUMINAIRE

LOCATE LIGHT SWITCH

AT PIT ACCESS
LOCATION

SEE PANEL SCHEDULE

WEATHER PROOF
FUSED DISCONNET

FOR SUMP PUMP

CAR BUFFER

DEDICATED 20 AMP

120V

CIRCUITS

PROVIDE SMOKE
DETECTOR AT TOP

OF ELEVATOR SHAFT

SMOKE DETECTOR IN

THIRD LEVEL LOBBY

SMOKE DETECTOR IN

SECOND LEVEL LOBBY

SMOKE DETECTOR IN MAIN

LEVEL LOBBY

TO FIRE ALARM

MONITORING CIRCUIT

FOR ELEVATOR RECALL

AND NOTIFICATION (TYP)

TO FIRE ALARM

MONITORING CIRCUIT

FOR ELEVATOR RECALL

AND NOTIFICATION (TYP)

TO FIRE ALARM

MONITORING CIRCUIT

FOR ELEVATOR RECALL

AND NOTIFICATION (TYP)

TO FIRE ALARM

MONITORING CIRCUIT

FOR ELEVATOR RECALL

AND NOTIFICATION (TYP)

3/4" C TO TELEPHONE

TERMINAL BOARD

ELEVATOR

CONTROLLER

120V ELEVATOR CAR

LIGHTS POWER

PROVIDE LOCKABLE

DISCONNECT NEAR

ENTRY DOOR FOR
EACH CONTROLLER

DEDICATED 20 AMP 120V

CIRCUITS

TO FIRE ALARM

MONITORING

CIRCUIT FOR ELEVATOR

RECALL AND NOTIFICATION

(TYP)

FOR FEEDER SIZING

REFER TO ONE-LINE

3/4"C. TO TRAY OR

HEAD-END, WHICHEVER

IS CLOSER

4 SQUARE BOX IN

ACCESSIBLE

CEILING

3/4"C.

3/4"C.

DOOR POSITION INDICATOR

(APPROXIMATE

LOCATION SHOWN)

CLAMP TO CABLE AT BASE OF
EACH FLAG POLE. BOND TO TOP
OF TOWER STRUCTURE. ROUTE
CABLE DOWN THROUGH TOWER.
SUPPORT WITH APPROVED
STRAPS. BOND TO BASE OF
TOWER. RUN TWO WAYS FROM
THIS POINT AS SHOWN.

ROUTE CABLE DOWN  WALL SEE
SECTION DETAIL BELOW

ROUTE CABLE DOWN  WALL SEE
SECTION DETAIL BELOW

THREE FLAG POLES
ON TOWER.

RELAY PANEL 'SRP1'
XPS24-1204ML-48

120V, 3-PHASE, 4-WIRE
NORMAL FEED

SWITCHING PANEL

XPS SOFTSWITCH PANEL XPS SOFTSWITCH PANEL

RELAY PANEL 'SRP1A'
XPS24-FT

120V/277V FEED THRU 48
NORMAL FEED

SWITCHING PANEL

CES/O-PKG-CPN4013

3#18AWG
2#18AWG

CES/O-12/24-0-10-CPN4013
PHOTOSENSOR

2 #12
INPUT POWER

(120 VAC)

Red

Red

PP-120H
POWER SUPPLY

LC8-CPN4013 CONTROLLER

2#18AWG

2#18AWG

SO-4BN-WH-EGN
4 BUTTON CONTROL

(1 GANG US BACKBOX BY OTHERS)
PROVIDE CONTROL SWITCHES

AS SHOWN ON DRAWINGS

2 #12
INPUT POWER

(120 VAC)
BL4-49

PP-120H
POWER SUPPLY

LOS-CDT-2000-WH
CEILING MOUNT

OCCUPANCY SENSOR
DIMENSIONS:

4.5"(DIA) X 1.4"(D)

3 
#1

8A
W

G

2 #18AWGRed
Red

2 #18AWG

OMX-IO
CONTACT-CLOSURE INTERFACE

DIMENSIONS:
4.26"(H) X 5.26"(W) X 1.06"(D)

WIRING SYMBOLS:
LUTRON CABLE GRX-CBL-46L

(5 CONDUCTOR NON-PLENUM)

OR GRX-PCBL-46L (5

CONDUCTOR PLENUM RATED).

OTHERWISE USE 2 #12AWG

(2.5MM²), 1 BELDEN #9461,

AND BETWEEN PANELS ADD 1

#18AWG (1.0MM ²) FOR

EMERGENCY SENSING.

DIAGRAM NOTES:
ALL DIMMING BALLASTS TO BE LUTRON ECOSYSTEM, HI-LUME OR ECO-10 TYPE.

REFER TO LIGHT FIXTURE SCHEDULE.

E.E. TO CONFIRM ALL CIRCUITING REQUIREMENTS.

ARCHITECT TO VERIFY QUANTITY, LOCATION & FINISH OF ALL CONTROLS.

ALL FACEPLATES, DIMMERS, SWITCHES, RECEPTACLES & CABLE/PHONE JACKS

TO BE SEE TOUCH.

LUTRON FIELD SERVICE COMMISSIONING INCLUDED IN ALL SYSTEMS INITIATES

AN 8 YEAR LIMITED WARRANTY. THE ELECTRICAL CONTRACTOR MUST CONTACT

LUTRON (800-523-9466) TO SET UP VISIT WITH 10 DAYS NOTICE.

XPS SOFTSWITCH PANEL

RELAY PANEL 'SRP1B'
XPS24-FT

120V/277V FEED THRU 24
NORMAL FEED

SWITCHING PANEL

XPS SOFTSWITCH PANEL

RELAY PANEL 'SRP2'
XPS24-FT

120V/277V FEED THRU 36
NORMAL FEED

SWITCHING PANEL

XPS SOFTSWITCH PANEL

RELAY PANEL 'SRP3'
XPS24-FT

120V/277V FEED THRU 36
NORMAL FEED

SWITCHING PANEL

BL4-49
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200A COMPANY SWITCHDIAGRAM

SCALE: 1" = 1'-0"

100A COMPANY SWITCHDIAGRAM

SCALE: 1" = 1'-0"

PANELBOARD W/ SPECIAL OUTLET BOXDIAGRAM

SCALE: 1" = 1'-0"

DIAGRAM

NTS

EMERGENCY LIGHTING TRANSFER

SWITCH (ELTS) SCHEMATIC

CABLE HOOKDIAGRAM

SCALE: 1" = 1'-0"

CONNECTION CHAMBER

CONNECTIONS SHOULD BE MADE BY QUALIFIED PERSONNEL.

CONNECTIONS SHOULD BE MADE IN THE FOLLOWING ORDER:

DISCONNECTION SHOULD BE IN THE REVERSE ORDER.

 3. UNGROUNDED CONDUCTORS ( A, B, C )

 2. GROUNDED CIRCUIT CONDUCTOR (N)

 1. EQUIPMENT GROUNDING CONDUCTOR (G)
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1 2 3 4
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FLOOR

200A COMPANY SWITCH
ETC #PSP-200-SR OR

LEX #CS-200F-C5DB1-BLK

SPECIAL OUTLET BOX
(8) 20A NEMA 5-20R RECEPTACLES
(4) 20A NEMA L5-20R RECEPTACLES
(4) 20A NEMA L6-20 208V RECEPTACLES
PROVIDED UNDER THEATRICAL
LIGHTING CONTROLS CONTRACT

FLOOR

42-POLE PANELBOARD
WITH SPACE FOR A MINIMUM OF
(12) ONE-POLE CIRCUIT BREAKERS
 & (4) TWO-POLE CIRCUIT
BREAKERS FOR SPECIAL OUTLET
BOX

3/4" BENT ROD TO SWIVEL FLAT
WHEN NOT IN USE

STEEL PLATE

MOUNT ABOVE HEIGHT
OF DOOR HEADERS

NOT USED
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CABLE LIST

SYM DESCRIPTION QTY MANUFACTURER & MODEL NUMBER

MICROPHONE CABLE, 22 AWG,

  (X) INDICATES # OF CABLES IF MORE THAN ONE

  3/4" CONDUIT = 12 CABLES, 1" = 19, 1-1/4" = 35

A/R(X)M ELECTRICAL CONTRACTOR TO PROVIDE & INSTALL CONDUIT &

 PULL STRING

SPEAKER CABLE, 16 AWG,

  (X) INDICATES # OF CABLES IF MORE THAN ONE

  3/4" CONDUIT = 3 CABLES, 1" = 6, 1-1/4" = 10

A/R(X)S

CONDUIT & SPEAKER CABLE 12 AWG,

  (X) INDICATES # OF CABLES IF MORE THAN ONE

  1" CONDUIT = 3, 1-1/4" = 5, 1-1/2" = 7

A/RS12

LOW-LOSS ANTENNA CABLE, RG-8/U,

  (X) INDICATES # OF CABLES IF MORE THAN ONE

  3/4" CONDUIT = 4 CABLES, 1" = 7, 1-1/4" = 13

A/R(X)A

UNSHIELDED TWISTED PAIR, F/UTP CATEGORY 6E

  (X) INDICATES # OF CABLES IF MORE THAN ONE

  3/4" CONDUIT = 4 CABLES, 1" = 8, 1-1/4" = 12

A/R(X)UTP

SHIELDED TWISTED PAIR CABLE, SF/UTP CATEGORY 6,

  (X) INDICATES # OF CABLES IF MORE THAN ONE

  3/4" CONDUIT = 4 CABLES, 1" = 8, 1-1/4" = 12

A/R(X)STP

ELECTRICAL CONTRACTOR TO PROVIDE & INSTALL CONDUIT &

 PULL STRING

ELECTRICAL CONTRACTOR TO PROVIDE & INSTALL CONDUIT &

 PULL STRING

ELECTRICAL CONTRACTOR TO PROVIDE & INSTALL CONDUIT &

 PULL STRING

ELECTRICAL CONTRACTOR TO PROVIDE & INSTALL CONDUIT &

 PULL STRING

ELECTRICAL CONTRACTOR TO PROVIDE & INSTALL CONDUIT &

 PULL STRING

GROUND SPEAKER

COLUMN ARRAY SPEAKERS

DOUBLE COLUMN ARRAY SPEAKERS

G

FR

FRD

G

FR

FRD

SUBWOOFER SPEAKERS
SUB

SUB

UNDER BALCONY SPEAKERS

UNDER BROW, SURROUND SPEAKERS

UB

S

UB

S

6" CEILING SPEAKERSP6

WIRELESS MICROPHONE ANTENNA

ASSISTED LISTENING SYSTEM

W

ALS

W

ALS

DESCRIPTION

EQUIPMENT CABINET, BASEMENT

EQUIPMENT CABINET, CONTROL BOOTH

EQUIPMENT CABINET, REHEARSAL HALL

EQUIPMENT CABINET, STUDIO THEATER

SYMBOL

I.D.

SYMBOL LEGEND

CA-1

CA-3

CA-4

1

SYMBOL

3

4

5
CA-5

EQUIPMENT CABINET, STAGE BOX
6

CA-6

IC

SP

WINDOW INTERCOM

PRODUCTION INTERCOM, OUTLET HEIGHT

CEILING SPEAKER JACK

PRES PRESS JACK

CAM IP INFRARED CAMERA

CC CABLE CUBBY

I I

IC

CC

SP

PRES

CAM

MICROPHONE & AUXILIARY INPUTAMA

CENTER SPEAKERS

CEILING EFFECT SPEAKERS & SUBWOOFERS

AF

AW

AF

AW

PERIMETER SPEAKERS
P

P

EQUIPMENT CABINET, PORTABLECA-2
2

FRONT FILL SPEAKERS
FF

FF

6" CEILING SPEAKER, WATER RESISTANTSP6
W

SPEAKERS, REHEARSAL HALL

SPEAKERS, FOUNDER'S ROOM

12XT

CFR

12XT

CFR
DFCM approval stamp

s t a m p

The designs shown and described
herein including all technical
drawings, graphic representations
& models thereof, are proprietary
& can not be copied, duplicated,
or commercially exploited in
whole or in part without the sole
and express written permission
from Blalock and Partners, LLC.

307 West 200 South Suite 4003
Salt Lake City, UT 84101
801.532.4940
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DRAWN BY:
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25 JUNE 20142012-069

DAVID DROMMOND COLE DUKE

CONFERENCE ROOM 143 ELECTRICAL EQUIPMENT LIST

SYMBOL

I.D. Type Comments QTY Model

CC CABLE CUBBY 1 ELECTRICAL CONTRACTOR TO PROVIDE & INSTALL FLOOR BOX FOR DATA

CONNECTION UNDER TABLE

FOUNDER'S ROOM 241 ELECTRICAL EQUIPMENT LIST

SYMBOL

I.D. Type Comments QTY Model

UT VIDEO CABLES TO UNDERSIDE OF TABLE

 DO NOT CUT THROUGH FOUNDER'S ROOM TABLE

1 ELECTRICAL CONTRACTOR TO PROVIDE AND INSTALL FLOOR BOX FOR DATA

CONNECTION UNDER TABLE

CFR IN-WALL LOUDSPEAKERS 4 ROUGH IN TO BE DONE BY ELECTRICAL CONTRACTOR

USING PRE-CONSTRUCTION BRACKET PROVIDED BY A/V INTEGRATOR

COORDINATE EXACT LOCATION W/ ARCHITECT

GENERAL ELECTRICAL EQUIPMENT LIST

SYMBOL

I.D. DESCRIPTION QTY MANUFACTURER & MODEL NUMBER

SP6 SPEAKER, 6", CEILING, PLASTER RING 31 PROVIDED BY INTEGRATOR, INSTALLED BY ELECTRICAL CONTRACTOR

OUTDOOR THEATER ELECTRICAL EQUIPMENT LIST

SYMBOL

I.D. Type Comments QTY Model

CA-1 EQUIPMENT CABINET #1 1 12"x12"x4" DEEP JUNCTION BOX, 40" A.F.F.

CA-3 EQUIPMENT CABINET, OUTDOOR THEATER 1 12"x12"x4" DEEP JUNCTION BOX, 40" A.F.F.

CA-6 EQUIPMENT CABINET, STAGE BOX 1 3" DEEP SINGLE-GANG BOX, ELECTRICAL OUTLET HEIGHT

FF LOUDSPEAKER, FRONT FILL 3 CONDUIT W/ JUNCTION BOX ABOVE CEILING

S LOUDSPEAKERS, UNDER BROW, SURROUND 12 CONDUIT W/ JUNCTION BOX ABOVE CEILING

P LOUDSPEAKER, PERIMETER 6 CONDUIT W/ JUNCTION BOX ABOVE CEILING

UB LOUDSPEAKER, UNDER BALCONY 9 CONDUIT W/ JUNCTION BOX ABOVE CEILING

AW LOUDSPEAKER, LEFT/RIGHT 2 CONDUIT W/ JUNCTION BOX UNDER DECK

SP SPEAKER OUTPUT, LINE LEVEL 4 3" DEEP SINGLE-GANG BOX, ELECTRICAL OUTLET HEIGHT

IC WALL PLATE 14 3" DEEP SINGLE-GANG BOX, ELECTRICAL OUTLET HEIGHT

I TICKET WINDOW INTERCOM 6 REFER TO ARCHITECTURAL DRAWINGS FOR ROUGH-IN DETAIL

CAM IR SAFETY CAMERA, COLOR 3 3" DEEP SINGLE-GANG BOX

 COORDINATE MOUNTING HEIGHT W/ ARCHITECT

PRES PRESS FEED OUTPUT, LINE LEVEL 1 3" DEEP DOUBLE-GANG BOX, ELECTRICAL OUTLET HEIGHT

REHEARSAL HALL ELECTRICAL EQUIPMENT LIST

SYMBOL

I.D. Type Comments QTY Model

CA-4 EQUIPMENT CABINET, REHEARSAL HALL 1 12"x12"x4" DEEP JUNCTION BOX, 40" A.F.F.

MA MICROPHONE/AUXILARY INPUT & WALL PLATE 4 3" DEEP SINGLE-GANG BOX

 COORDINATE HEIGHT W/ ARCHITECT

R REMOTE CONTROL

 3" DEEP SINGLE GANG BOX @ ELECTRICAL SWITCH HEIGHT

1 3" DEEP TRIPLE-GANG BOX @ ELECTRICAL SWITCH HEIGHT

STUDIO THEATER, BID ALTERNATE #1 ELECTRICAL EQUIPMENT LIST

SYMBOL

I.D. Type Comments QTY Model

CA-5 EQUIPMENT CABINET, STUDIO THEATER 1 12"x12"x4" DEEP JUNCTION BOX, UNDER COUNTER

SP SPEAKER OUTPUT, LINE LEVEL 10 3" DEEP SINGLE-GANG BOX, ELECTRICAL OUTLET HEIGHT

MA MICROPHONE/AUXILARY INPUT & WALL PLATE 5 3" DEEP SINGLE-GANG BOX

 COORDINATE HEIGHT W/ ARCHITECT

IC WALL PLATE 8 3" DEEP SINGLE-GANG BOX, ELECTRICAL OUTLET HEIGHT

SP6 SPEAKER, 6", CEILING, PLASTER RING 9 PROVIDED BY INTEGRATOR, INSTALLED BY ELECTRICAL CONTRACTOR
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Addendum 06 2014, June 25
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1. EXACT SPEAKER LOCATIONS TO BE COORDINATED WITH

ARCHITECT ON SITE PRIOR TO ROUGH-IN. WRITTEN APPROVAL

FROM THE ARCHITECT OF PROPOSED LOCATIONS IS REQUIRED

PRIOR TO ROUGH-IN.

2. CONDUIT & CABLING NECESSARY FOR SPEAKERS TO BE

PROVIDED AS A PART OF THE BASE BID. INSTALLATION OF IN-
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EQUIPMENT CABINET, CONTROL BOOTH

EQUIPMENT CABINET, REHEARSAL HALL

EQUIPMENT CABINET, STUDIO THEATER
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I.D.

SYMBOL LEGEND
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5
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EQUIPMENT CABINET, STAGE BOX
6

CA-6

IC

SP

WINDOW INTERCOM

PRODUCTION INTERCOM, OUTLET HEIGHT
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1

A/V SITE PLAN

KEYED NOTES

1 PROVIDE & INSTALL KEYED SWITCH IN ABOVE GROUND

PEDESTAL.POLISHED STAINLESS STEEL PEDOC 5x5 HINGE TOP

OUTLET BOX W/ INTEGRAL BASE OR SIMILAR.
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EQUIPMENT CABINET, BASEMENT

EQUIPMENT CABINET, CONTROL BOOTH

EQUIPMENT CABINET, REHEARSAL HALL

EQUIPMENT CABINET, STUDIO THEATER

SYMBOL

I.D.
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1. EXACT SPEAKER LOCATIONS TO BE COORDINATED WITH

ARCHITECT ON SITE PRIOR TO ROUGH-IN. WRITTEN APPROVAL

FROM THE ARCHITECT OF PROPOSED LOCATIONS IS REQUIRED

PRIOR TO ROUGH-IN.

GENERAL NOTES:
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EQUIPMENT CABINET, STUDIO THEATER
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KEYED NOTES

1 RUN TO 3" DEEP SINGLE GANG BOX BEHIND FLAT SCREEN.

COORDINATE HEIGHT W/ ARCHITECT.

2 EQUIPMENT TO BE MOUNTED INSIDE ARCHITECTURAL MILLWORK.
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CABLE LIST

SYM DESCRIPTION QTY MANUFACTURER & MODEL NUMBER

MICROPHONE CABLE, 22 AWG,

  (X) INDICATES # OF CABLES IF MORE THAN ONE

  3/4" CONDUIT = 12 CABLES, 1" = 19, 1-1/4" = 35

A/R(X)M BELDEN 9451

WEST PENN 454

 CABLE PROVIDED & INSTALLED BY A/V INTEGRATOR

SPEAKER CABLE, 16 AWG,

  (X) INDICATES # OF CABLES IF MORE THAN ONE

  3/4" CONDUIT = 3 CABLES, 1" = 6, 1-1/4" = 10

A/R BELDEN 8471

WEST PENN 225

 CABLE PROVIDED & INSTALLED BY A/V INTEGRATOR

(X)S

CONDUIT & SPEAKER CABLE 12 AWG,

  (X) INDICATES # OF CABLES IF MORE THAN ONE

  1" CONDUIT = 3, 1-1/4" = 5, 1-1/2" = 7

A/R BELDEN 8477

WEST PENN 227

 CABLE PROVIDED & INSTALLED BY A/V INTEGRATOR

S12

LOW-LOSS ANTENNA CABLE, RG-8/U,

  (X) INDICATES # OF CABLES IF MORE THAN ONE

  3/4" CONDUIT = 4 CABLES, 1" = 7, 1-1/4" = 13

A/R BELDEN 9913

WEST PENN 810

 CABLE PROVIDED & INSTALLED BY A/V INTEGRATOR

(X)A

UNSHIELDED TWISTED PAIR, F/UTP CATEGORY 6E

  (X) INDICATES # OF CABLES IF MORE THAN ONE

  3/4" CONDUIT = 4 CABLES, 1" = 8, 1-1/4" = 12

A/R BELDEN 2412 CAT 6e

WEST PENN 4246 CAT 6e

 CABLE PROVIDED & INSTALLED BY A/V INTEGRATOR

(X)UTP

SHIELDED TWISTED PAIR CABLE, SF/UTP CATEGORY 6,

  (X) INDICATES # OF CABLES IF MORE THAN ONE

  3/4" CONDUIT = 4 CABLES, 1" = 8, 1-1/4" = 12

A/R BELDEN 7860ES

PANDUIT NETKEY PSFL6004DG-KD

 CABLE PROVIDED & INSTALLED BY A/V INTEGRATOR

(X)STP

GROUND SPEAKER

COLUMN ARRAY SPEAKERS

DOUBLE COLUMN ARRAY SPEAKERS

G

FR

FRD

G

FR

FRD

SUBWOOFER SPEAKERS
SUB

SUB

UNDER BALCONY SPEAKERS

UNDER BROW, SURROUND SPEAKERS

UB

S

UB

S

6" CEILING SPEAKERSP6

WIRELESS MICROPHONE ANTENNA

ASSISTED LISTENING SYSTEM

W

ALS

W

ALS

DESCRIPTION

EQUIPMENT CABINET, BASEMENT

EQUIPMENT CABINET, CONTROL BOOTH

EQUIPMENT CABINET, REHEARSAL HALL

EQUIPMENT CABINET, STUDIO THEATER

SYMBOL

I.D.

SYMBOL LEGEND

CA-1

CA-3

CA-4

1

SYMBOL

3

4

5
CA-5

EQUIPMENT CABINET, STAGE BOX
6

CA-6

IC

SP

WINDOW INTERCOM

PRODUCTION INTERCOM, OUTLET HEIGHT

CEILING SPEAKER JACK

PRES PRESS JACK

CAM IP INFRARED CAMERA

CC CABLE CUBBY

I I

IC

CC

SP

PRES

CAM

MICROPHONE & AUXILIARY INPUTAMA

CENTER SPEAKERS

CEILING EFFECT SPEAKERS & SUBWOOFERS

AF

AW

AF

AW

PERIMETER SPEAKERS
P

P

EQUIPMENT CABINET, PORTABLECA-2
2

FRONT FILL SPEAKERS
FF

FF

6" CEILING SPEAKER, WATER RESISTANTSP6
W

SPEAKERS, REHEARSAL HALL

SPEAKERS, FOUNDER'S ROOM

12XT

CFR

12XT

CFR
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CONFERENCE ROOM 143 A/V & DATA EQUIPMENT LIST

SYMBOL

I.D. DESCRIPTION QTY MANUFACTURER & MODEL NUMBER

CC CABLE CUBBY 1 EXTRON CABLE CUBBY 500 W/ CABLE RETRACTORS FOR HDMI,

DISPLAYPORT, & VGA

MULTI-FORMAT VIDEO AUTO SWITCHER

 MOUNTED UNDER TABLE

1 EXTRON DTP T USW 233

VIDEO RECIEVER

 MOUNTED BEHIND OWNER PROVIDED FLAT SCREEN

 MOUNTED UNDER TABLE

1 EXTRON DTP HDMI 230 RX

FOUNDER'S ROOM 241 A/V & DATA EQUIPMENT LIST

SYMBOL

I.D. DESCRIPTION QTY MANUFACTURER & MODEL NUMBER

UT VIDEO CABLES TO UNDERSIDE OF TABLE

 DO NOT CUT THROUGH FOUNDER'S ROOM TABLE

1 A/V INTEGRATOR TO PROVIDE PATCH CABLES FOR UNDER-TABLE

SWITCHER

AMPLIFIER

 2-CHANNEL, 300 WATTS PER CHANNEL

1 CROWN DCI 2|300

MULTI-FORMAT VIDEO AUTO SWITCHER

 MOUNTED UNDER TABLE

1 EXTRON DTP T USW 233

VIDEO RECIEVER

 MOUNTED BEHIND OWNER PROVIDED FLAT SCREEN

 MOUNTED UNDER TABLE

1 EXTRON DTP HDMI 230 RX

CFR IN-WALL LOUDSPEAKERS 4 YAMAHA NS-IW660

GENERAL A/V & DATA EQUIPMENT LIST

SYMBOL

I.D. DESCRIPTION QTY MANUFACTURER & MODEL NUMBER

POE SWITCH 2 SOUNDTUBE STNET-SWITCH W/ POWER SUPPLY

TRANSIENT VOLTAGE SURGE SUPPRESSOR 1 SURGEX SX-AX20

SP6 IP LOUDSPEAKER, PERIMETER 31 SOUNDTUBE IP-CM62-BGM

OUTDOOR THEATER A/V & DATA EQUIPMENT LIST

SYMBOL

I.D. DESCRIPTION QTY MANUFACTURER & MODEL NUMBER

CA-1 EQUIPMENT CABINET #1 1 MIDDLE ATLANTIC SR-46-28

CA-3 EQUIPMENT CABINET, OUTDOOR THEATER 1 ATLAS SOUND 316-15

CA-6 EQUIPMENT CABINET, STAGE BOX 1 MIDDLE ATLANTIC RK-6

DIGITAL SIGNAL PROCESSOR 1 YAMAHA DME64N W/ MY16-CIIM DANTE-MY 16-AUD, MY8-ADDA96, &

MY16-AE

AMPLIFIER W/ SIGNAL PROCESSING

 4-CHANNEL, 1000 WATTS PER CHANNEL

4 L-ACOUSTICS LA4X

AMPLIFIER

 8 CHANNEL, 600 WATTS PER CHANNEL

1 CROWN DCi 8|600

AF LOUDSPEAKER, CENTER 4 L-ACOUSTICS ARCS FOCUS

RIGGING 2 L-ACOUSTICS WIFO-BUMP

FF LOUDSPEAKER, FRONT FILL 3 L-ACOUSTICS 8XTi

S LOUDSPEAKERS, UNDER BROW, SURROUND 12 L-ACOUSTICS 8XTi

P LOUDSPEAKER, PERIMETER 6 COMMUNITY W2-2W8

UB LOUDSPEAKER, UNDER BALCONY 9 L-ACOUSTICS 5XT

AW SUBWOOFER 2 L-ACOUSTICS SB28

AW LOUDSPEAKER, LEFT/RIGHT 2 L-ACOUSTICS ARCS WIDE

RIGGING 2 L-ACOUSTICS WIFO-BUMP

SP SPEAKER OUTPUT, LINE LEVEL 4 BALANCED TRS OUTPUT, STAINLESS STEEL PLATE

 LABEL "SPEAKER OUT"

ASSISTIVE LISTENING SYSTEM 2 LISTEN LT-800

PRODUCTION INTERCOM 1 CLEAR COM RCS2700

POWER SUPPLY 1 CLEAR COM PS704 & MS-704

REMOTE MAIN STATION 2 RM-704

IC WALL PLATE, PRODUCTION INTERCOM 14 CLEAR COM WP-2

I TICKET WINDOW INTERCOM 6 AIPHONE IMU-100

CAM IR SAFETY CAMERA, COLOR 3 BOSCH NBN-498

 OR APPROVED EQUAL

PRES PRESS FEED OUTPUT, LINE LEVEL 1 (4) BALANCED TRS OUTPUTS, STAINLESS STEEL PLATE

 LABEL "PRESS OUT"

REHEARSAL HALL A/V & DATA EQUIPMENT LIST

SYMBOL

I.D. DESCRIPTION QTY MANUFACTURER & MODEL NUMBER

CA-4 EQUIPMENT CABINET, REHEARSAL HALL 1 MIDDLE ATLANTIC SR-40-28

DIGITAL SIGNAL PROCESSOR

 12 INPUTS x 8 OUTPUTS

1 BSS BLU-100

MA MICROPHONE/AUXILARY INPUT & WALL PLATE 4 RDL-DJ3

R REMOTE CONTROL

 3" DEEP SINGLE GANG BOX @ ELECTRICAL SWITCH HEIGHT

1 BSS BLU-8V2

12XT LOUDSPEAKERS, 12" 4 RENKUS HEINZ CFX121

AMPLIFIER, 2-CHANNEL, 800W PER CHANNEL 1 LAB GRUPPEN E8.2

STUDIO THEATER, BID ALTERNATE #1 A/V & DATA EQUIPMENT LIST

SYMBOL

I.D. DESCRIPTION QTY MANUFACTURER & MODEL NUMBER

CA-5 EQUIPMENT CABINET, STUDIO THEATER 1 MIDDLE ATLANTIC ISRK & MIDDLE ATLANTIC RK10

MIXING CONSOLE, STUDIO THEATER, & MY16-CII 1 YAMAHA CL3 W/ RIO1608D

POE SWITCH 1 SOUNDTUBE STNET-SWITCH W/ POWER SUPPLY

SP SPEAKER OUTPUT, LINE LEVEL 10 BALANCED TRS OUTPUT, STAINLESS STEEL PLATE

 LABEL "SPEAKER OUT"

MA MICROPHONE/AUXILARY INPUT & WALL PLATE 5 RDL-DJ3

ASSISTIVE LISTENING SYSTEM 1 LISTEN LT-800

RECIEVER 8 LISTEN LR-500

EAR SPEAKER 8 LISTEN LA-164

NECK LOOP 2 LISTEN LA-166

IC WALL PLATE, PRODUCTION INTERCOM 8 CLEAR COM WP-2

SP6 IP LOUDSPEAKER, PERIMETER 9 SOUNDTUBE IP-CM62-BGM

W IP LOUDSPEAKER, WEATHER RESISTANT 2 SOUNDTUBE IP-SM500i-II

Addendum 01 2014, May 28
Addendum 03 2014, June 10
Addendum 05 2014, June 20
Addendum 06 2014, June 25

FF&E ITEMS - NOT IN CONTRACT A/V & DATA EQUIPMENT LIST

SYMBOL

I.D. DESCRIPTION QTY MANUFACTURER & MODEL NUMBER

RECIEVER 33 LISTEN LR-500

EAR SPEAKER 33 LISTEN LA-164

NECK LOOP 9 LISTEN LA-166

PRODUCTION INTERCOM 1 CLEAR COM RCS2700

MICROPHONE, SHOTGUN 2 AUDIOTECHNICA AT875R

WIRELESS MICROPHONE SYSTEM 10 SHURE ULXD4Q

TRANSMITTER, BODY PACK 40 SHURE ULXD1

TRANSMITTER, HANDHELD 6 SHURE ULXD24/B87A

LAVALIER MICROPHONE 40 COUNTRYMAN B6

ANTENNA COMBINER 2 SHURE UA845-SWB

DIRECTIONAL ANTENNA 2 SHURE UA874

8-BAY CHARGING STATION 5 SHURE SBC800-8

STAGE BOX, OUTDOOR THEATER 2 YAMAHA RIO32 W/ MIDDLE ATLANTIC RK6

STUDIO MONITORS, MIXING BOOTH 2 YAMAHA HS7

LOUDSPEAKERS, POWERED STAGE MONITORS 4 YAMAHA DSR112

WIRED BELT PACK, ONE CHANNEL 8 CLEAR COM RS-701

WIRED BELT PACK, TWO CHANNEL 4 CLEAR COM RS-702

HEADSET, WIRELESS 8 CLEAR COM BTR800

STAGE BOX, STUDIO THEATER 1 YAMAHA RIO1608D W/ MIDDLE ATLANTIC RK4

LOUDSPEAKERS, POWERED, STUDIO THEATER 6 YAMAHA DSR112

BID ALTERNATE #2 A/V & DATA EQUIPMENT LIST

SYMBOL

I.D. DESCRIPTION QTY MANUFACTURER & MODEL NUMBER

MIXING CONSOLE, GREEN SHOW 1 YAMAHA QL1 W/ RK1 RACK MOUNT KIT & RIO1608D

FRD LOUDSPEAKER, MAIN, GREEN SHOW 2 RENKUS HEINZ ICL-FR DUAL

FR LOUDSPEAKER, STAGE & OVERFLOW, GREEN SHOW, SEMINAR GROVE 4 RENKUS HEINZ ICL-FR

LOUDSPEAKER, SUBWOOFER, GREEN SHOW 2 RENKUS HEINZ IC212S-R

EQUIPMENT CABINET, PORTABLE, GREEN SHOW 1 SKB MIGHTY GIGRIG

WIRELESS MICROPHONES, GREEN SHOW 8 SHURE ULXD24/B887A

WIRELESS ATENNA COMBINER, GREEN SHOW 2 SHURE UA845-SWB

WIRELESS ATENNA, ACTIVE, GREEN SHOW 2 SHURE UA874

LOUDSPEAKER, SEMINAR GROVE 2 RENKUS HEINZ ICL-FR

G IN-GROUND SPEAKERS 16 SOUNDTUBE XT850 GRANITE

6

6

6

6

6

6

6

6

6



UA

845 SWB SHURE ULXD4Q

SHURE ULXD4Q

SHURE ULXD4Q

SHURE ULXD4Q

SHURE ULXD4Q

UA

845 SWB SHURE ULXD4Q

SHURE ULXD4Q

SHURE ULXD4Q

SHURE ULXD4Q

SHURE ULXD4Q

DANTE IP SWITCH

STAGE BOX

YAMAHA RIO 3224D

CONTROL BOOTH

YAMAHA CL5

MIXING CONSOLE

LOCAL I/O

(OWNER PROVIDED)

COBRANET IP

SWITCH

YAMAHA

DME64N

DANTE

16x16

AES

16x16

LA4X
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FF
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SW

L

R

C

C

C

C

S

S

S

S

S

S

S

S

S S

S S

FD

FD

FR FR

FR FR

BALCONY

BROW

FRONT LEFT

FRONT RIGHT

REAR LEFT

REAR RIGHT

GREEN SHOW LEFT

GREEN SHOW RIGHT

GREEN SHOW PERIMETER

SEMINAR GROVE

WIRELESS RECEIVERS

(OWNER PROVIDED)

GREEN SHOW &

SEMINAR GROVE

COBRANET POE SWITCH

SOUNDTUBE STNET-SWITCH

CROWN DCi 8|300

ANALOG

8x8

P P

P P

P

P

GG

GG

GG

GG

GG

GG

GG

GG

PERIMETER

IN-GROUND SITE SPEAKERS

IP PERIMETER SPEAKERS

(TYPICAL OF 31)

RIO 1608-D STAGE

BOX, GREEN SHOW

COBRANET

16x16

PERIMETER

PERIMETER

IN-GROUND SITE SPEAKERS

IN-GROUND SITE SPEAKERS

IN-GROUND SITE SPEAKERS

SURROUND SPEAKERS
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